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20394298 BREAKER, 
VAC, ABC 
PH, 12.47 
KV, 15.5 
KV, 2000 
AMPS, KA, 
3 CYCLES

CIRCUIT 
BREAKER

41799776 BREAKER 
BK 1 
12.5KV LT, 
12.470 KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 143 147 148

20394301 ABC PH, 
12.470 KV, 
2,000.0 
AMPS

CIRCUIT 
BREAKER

41799778 BREAKER 
BK 2 
12.5KV LT, 
12.470 KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 0 86 96 75

20032498 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
250.0 KVA

REGULATO
R

40015808 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

20032499 MISC 
STATUS 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
Y, 13.2 KV, 
250.0 KVA

REGULATO
R

40015808 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

20032500 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
250.0 KVA

REGULATO
R

40015808 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2873437 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40015809 BREAKER 
1204, 13.0 
KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 . . .

20479995 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
KV, 25.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

42030669 BREAKER 
15.5 KV LT, 
15.500 KV

41194337 STATION 
AIRGAS, 
2767, 
100.000 
KV

42924241 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 31 466 474 462

541-Normal Station Inspection Results
WO Create Date from date: 
1/1/2021

WO Create Date to date: 
12/1/2021Execution Date/Time:  1/24/2023 

3 28 19 PM
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2214138 1C,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892207 CAPACITO
R BANK 1C, 
4.16 KV, 
1,800.0 
KVAR

2710884 STATION 
ARMACE
LL LLC 
MEBANE 
PL, 3832, 
44.0 KV

42765055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2215754 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892206 CAPACITO
R BANK 1B, 
4.16 KV, 
900.0 
KVAR

2710884 STATION 
ARMACE
LL LLC 
MEBANE 
PL, 3832, 
44.0 KV

42765055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 OFF

2215854 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893239 CAPACITO
R BANK 
1A, 4.16 
KV, 900.0 
KVAR

2710884 STATION 
ARMACE
LL LLC 
MEBANE 
PL, 3832, 
44.0 KV

42765055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 OFF

2279232 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905891 BREAKER 
CBK 1C 
BRK, 4.16 
KV

2710884 STATION 
ARMACE
LL LLC 
MEBANE 
PL, 3832, 
44.0 KV

42765055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 0 0 0

20046922 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 15.5 
KV, 600.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901347 BREAKER 
1207, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 41 . . .

20046936 BREAKER 
VAC, 
13.000 KV, 
15.5 KV, 
600.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901349 BREAKER 
1208, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 58 . . .

20046963 BREAKER 
VAC, 
13.000 KV, 
15.5 KV, 
1,200.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901348 BREAKER 
1209, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 38 . . .
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20046973 BREAKER 
VAC, 
13.000 KV, 
15.5 KV, 
1,200.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901351 BREAKER 
1210, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 63 . . .

20046980 BREAKER 
VAC, 
13.000 KV, 
15.5 KV, 
1,200.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40022737 BREAKER 
1202, 
12.470 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 41 . . .

2213939 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892403 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 27 OFF

2214245 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892404 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 14 OFF

2255042 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860368 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L04 R07

2255044 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860367 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R07

2273364 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900594 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 59 0
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2273435 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900662 BREAKER 
ASHE ST 
WH, 100.0 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 47 0

2273470 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  50 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900695 BREAKER 
ASHE ST 
BL, 100.0 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 36 0

2274121 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901315 BREAKER 
12AX, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 51 0 . . .

2275458 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906809 BREAKER 
DELTA BL, 
100.0 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 35 0

2275459 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903759 BREAKER 
DELTA WH, 
100.0 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 42 0

2275900 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902828 BREAKER 
1201, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 0 . . .

2277552 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904352 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 31 . . .
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2277630 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904422 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 95 . . .

2277840 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904613 BREAKER 
1203, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 29 0 . . .

2277861 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904634 BREAKER 
1204, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 17 0 . . .

2280835 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907363 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 50 . . .

2280836 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907364 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 49 . . .

2280837 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907365 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 80 . . .

2433450 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902955 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710885 STATION 
ASHE ST 
SW STA, 
1174, 
100.0 KV

42924261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 76 0
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2215463 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893428 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 OFF

2215464 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893429 CAPACITO
R BANK 1B, 
24.0 KV, 
4,800.0 
KVAR

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 OFF

2273722 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900937 BREAKER 
2402, 24.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 114 143 100

2273723 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900938 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 255 248 227

2273724 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900939 BREAKER 
2401, 24.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 140 107 128

2384541 2401,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893622 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2384551 2401,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893622 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06
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2384556 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893622 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2384559 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893623 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2384560 2402,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893623 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2384566 2402,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893623 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710888 STATION 
BARBEE 
CHAPEL 
RD RET, 
3094, 
100.0 KV

42765023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2258200 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894394 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 L02

2258201 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894394 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L03

2258209 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894394 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 L03

2258760 1205,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894391 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

M-100 Sub 163 
PSDR2-2



2258761 1205,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894391 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L04

2258982 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894393 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L04

2259112 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894393 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L04

2259158 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894393 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 L03

2260748 1205,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894391 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L04

2279387 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

3034458 BREAKER 
1207, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 83 97 77 67

2280796 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907326 BREAKER 
1205, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 76 66 65 66

2280797 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907327 BREAKER 
1206, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 01 142 111 139

M-100 Sub 163 
PSDR2-2



2372145 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034461 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 57 266 299 252

2384931 1210,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3034474 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L02

2384932 1210,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034474 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L02

2384933 1211,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034476 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 L01

2384934 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034472 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2384935 1211,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034476 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 L01

2384938 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034472 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

M-100 Sub 163 
PSDR2-2



2385045 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034474 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L02

2385046 1211,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034476 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L01

2385049 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3034472 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2396694 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906037 BREAKER 
12AX, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 87 0 0 0

2396695 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034459 BREAKER 
1210, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 79 136 170 125

2396696 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034460 BREAKER 
1211, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 133 131 128

2420238 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3052993 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 43 0 0 0

M-100 Sub 163 
PSDR2-2



2428325 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3052994 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710889 STATION 
BINGHA
M RET, 
3143, 
44.0 KV

42924267 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 55 302 248 268

20007163 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906100 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 0 0

20007164 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906087 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

20007165 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906104 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

20007169 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906101 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 465 495 492

2215789 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893294 CAPACITO
R BANK 
1A, 24.0 
KV, 6,300.0 
KVAR

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 OFF

2215790 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893301 CAPACITO
R BANK 
3A, 24.0 
KV, 6,300.0 
KVAR

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 OFF

M-100 Sub 163 
PSDR2-2



2274188 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901380 BREAKER 
2404, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 69 78 86

2274189 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901381 BREAKER 
2403, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 104 113 93

2275645 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902581 BREAKER 
2406, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 183 192 197

2275650 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902586 BREAKER 
2405, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 116 116 123

2275929 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902856 BREAKER 
24AX, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 0 0 0

2275933 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902860 BREAKER 
2411, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 1 153 138 140

2276112 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903034 BREAKER 
2413, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 126 126 142 113
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2279136 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905799 BREAKER 
2412, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 63 57 29

2451592 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906098 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 341 334 287

2452344 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860378 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 230.0 
KV, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2452345 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860379 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 230.0 
KV, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2452367 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860380 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 230.0 
KV, 24.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2838415 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906910 BREAKER 
230KV HT 
WH, 230.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 2

2838417 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906679 BREAKER 
230KV HT 
BL, 230.0 
KV

2710890 STATION 
BRASSFI
ELD RET, 
1567, 
230.0 KV

42763370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 2
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2396069 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892193 CAPACITO
R BANK 
1A, 4.16 
KV, 900.0 
KVAR

2710891 STATION 
BURL 
CITY E 
BURL 
WASTE 
TREAT, 
3245, 
44.0 KV

42763679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 OFF

2396075 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

3028332 CAPACITO
R BANK 1B, 
4.16 KV, 
900.0 
KVAR

2710891 STATION 
BURL 
CITY E 
BURL 
WASTE 
TREAT, 
3245, 
44.0 KV

42763679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 OFF

20000100 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894358 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

20000102 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894358 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20000104 3,REGULAT
OR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894358 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20906588 0403, 
REGULATO
R 1PH, 
PHASE Y, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894359 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2214216 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892068 CAPACITO
R BANK 
1A, 24.0 
KV, 5,400.0 
KVAR

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 OFF
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2214217 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892069 CAPACITO
R BANK 
2A, 24.0 
KV, 5,400.0 
KVAR

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 ON

2255049 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860062 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2255113 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860063 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2257272 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894357 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2257273 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894359 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2257274 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894357 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2257472 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894359 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02
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2257754 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894357 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2273285 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900520 BREAKER 
2415, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 377 371 364

2273287 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900522 BREAKER 
2413, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 35 32 31

2273288 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900523 BREAKER 
2411, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 80 76 70

2274176 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901368 BREAKER 
2410, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 95 109 127

2276329 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903237 BREAKER 
2401, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 110 110 116

2276335 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903242 BREAKER 
2408, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 135 136 131
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2276342 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903246 BREAKER 
2402, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 254 236 229

2276345 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903247 BREAKER 
24AX, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0 0

2276390 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 
12.6 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903290 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0 0

2278334 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
5.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905058 BREAKER 
2405, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 96 124 97

2278336 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905059 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 280 280 280

2278338 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905060 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0 0

2278340 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905062 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 453 479 437
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2278341 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905063 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 662 668 667

2279394 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906044 BREAKER 
0402, 4.16 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 164 216 207

2279395 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906045 BREAKER 
0403, 4.16 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 199 236 246

2279396 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906046 BREAKER 
0401, 4.16 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 235 231 202

2279593 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906231 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2279714 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906337 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2279837 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.3 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906450 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0 0

M-100 Sub 163 
PSDR2-2



2279929 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906535 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710933 STATION 
BURLING
TON 
MN, 
1245, 
100.0 KV

42763478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

20643450 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907532 BREAKER 
2409, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 14 . . .

20643451 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902876 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 10 . . .

2213847 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892593 CAPACITO
R BANK 2B, 
24.0 KV, 
4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 . OFF

2214149 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892592 CAPACITO
R BANK 
2A, 24.0 
KV, 4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 63 OFF

2214205 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892409 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 588 OFF

2214206 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892410 CAPACITO
R BANK 1B, 
24.0 KV, 
4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 86 OFF

M-100 Sub 163 
PSDR2-2



2215375 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893377 CAPACITO
R BANK 
3A, 24.0 
KV, 4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 927 OFF

2215379 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893378 CAPACITO
R BANK 3B, 
24.0 KV, 
4,800.0 
KVAR

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 295 OFF

2255015 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860387 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R04

2255016 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860385 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R07

2255274 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860386 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L01

2273140 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900377 BREAKER 
2410, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 12 . . .

2273270 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900505 BREAKER 
2404, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 25 . . .

2274547 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901720 BREAKER 
2407, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 30 . . .

M-100 Sub 163 
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2274548 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901721 BREAKER 
2403, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 61 . . .

2274549 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901722 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 22 . . .

2274584 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901755 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 07 . . .

2274585 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901756 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 91 . . .

2274586 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901757 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 . . .

2274587 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901758 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 15 . . .

2274683 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901849 BREAKER 
2408, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 99 . . .

M-100 Sub 163 
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2274942 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906766 BREAKER 
100KV HT, 
100.0 KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 75 0

2275960 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902885 BREAKER 
24AX, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 23 0 . . .

2448105 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904928 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 56 . . .

2448686 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904801 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710893 STATION 
BUTNER 
RET, 
1054, 
100.0 KV

42924270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 22 . . .

2255121 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859829 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2255206 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859828 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2275606 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902549 BREAKER 
CAMERON 
AVE BL 
TAP, 100.0 
KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

M-100 Sub 163 
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2276161 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903079 BREAKER 
1204, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 247 211 206

2276165 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903083 BREAKER 
1206, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 195 267 250

2276167 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903085 BREAKER 
1205, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 144 174 187

2276452 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903343 BREAKER 
CAMERON 
AVE WH 
TAP, 100.0 
KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2280773 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907304 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 0 0

2280779 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907310 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 555 645 631

2280878 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907403 BREAKER 
12AX, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

M-100 Sub 163 
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2280952 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907469 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 363 360 395

2369256 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3030751 BREAKER 
1201, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 225 228 257

2369257 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903081 BREAKER 
1203, 
12.47 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 146 127 147

2431052 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3050863 BREAKER 
BUS 1&3 
100KV TIE, 
100.0 KV

2710894 STATION 
CAMERO
N AVE 
SS, 1002, 
100.0 KV

42764302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

20376465 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906754 BREAKER 
1203, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 344 242 305

20654160 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900907 BREAKER 
1212, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 342 339 326

M-100 Sub 163 
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20656365 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900906 BREAKER 
1210, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 298 308 274

2214247 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892378 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 OFF

2214433 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892379 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 OFF

2214471 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892377 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 OFF

2214472 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892376 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2256586 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894408 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2256588 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894408 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2259033 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894408 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

M-100 Sub 163 
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2259240 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894409 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L03

2259241 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894409 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2259242 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894409 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2260473 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894412 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260586 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151169 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R02

2260729 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894412 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R16

2260810 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894412 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

M-100 Sub 163 
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2260990 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151169 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2261178 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151169 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2273853 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901063 BREAKER 
1206, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0 0

2273899 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901104 BREAKER 
1211, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 309 311 312

2274254 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901443 BREAKER 
DUKE UNIV 
BL, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2274667 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901833 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 826 778 767

2274668 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901834 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 859 852 853

M-100 Sub 163 
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2274669 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901835 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2275189 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902290 BREAKER 
12AX, 13.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 0 0

2276894 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903755 BREAKER 
DURHAM 
WH, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2276976 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903832 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2277647 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904438 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

2277691 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904479 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0

2277809 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904586 BREAKER 
CREST ST 
WH, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0
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2279588 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906226 BREAKER 
DUKE UNIV 
WH, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2279737 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906357 BREAKER 
CREST ST 
BL, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2279953 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906557 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2279958 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906562 BREAKER 
DURHAM 
BL, 100.0 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2280304 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906872 BREAKER 
1205, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 210 79 92

2421456 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
230.0 KVA

REGULATO
R

2894411 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2428927 1210,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894411 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07
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2428929 1210,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894411 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2453728 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151166 BREAKER 
1201, 
12.47 KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 181 141 122

2843924 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151170 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843925 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151170 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843926 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151170 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710897 STATION 
CREST ST 
RET, 
1156, 
100.0 KV

42763282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20283980 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
27.6 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902867 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 36. . . .

2214068 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892391 CAPACITO
R BANK 01, 
100.0 KV, 
28,800.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 95 ON

M-100 Sub 163 
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2214069 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892392 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 80 ON

2214070 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892394 CAPACITO
R BANK 04, 
100.0 KV, 
28,800.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 40 OFF

2215736 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892393 CAPACITO
R BANK 03, 
100.0 KV, 
28,800.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 91 OFF

2255223 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859977 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 L01

2255228 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859978 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L03 R03

2274773 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901929 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 86 . . .

2274774 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901930 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 15 . . .

M-100 Sub 163 
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2275085 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902211 BREAKER 
2408, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 24 . . .

2275911 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902838 BREAKER 
2405, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 47 0 . . .

2275919 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902846 BREAKER 
2406, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 59 0 . . .

2275924 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902851 BREAKER 
24AX, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 51 0 . . .

2275936 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902863 BREAKER 
2409, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00 0 . . .

2275942 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902869 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 08 0 . . .

2275943 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902870 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 22 0 . . .

M-100 Sub 163 
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2276070 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902993 BREAKER 
2410, 24.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 33 1 . . .

2278464 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905163 BREAKER 
100KV HT, 
100.0 KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 99 0

2278492 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905190 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 37 0

2278494 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905192 BREAKER 
CBK 3&4 
BRK, 100.0 
KV

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 10 0

2463267 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892389 CAPACITO
R BANK 
2A, 24.0 
KV, 3,600.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 15 OFF

2463268 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892390 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710898 STATION 
DACIAN 
AVE RET, 
1511, 
100.0 KV

42924247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 91 OFF

2279747 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906367 BREAKER 
0M11, 44.0 
KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

M-100 Sub 163 
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2280053 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906644 BREAKER 
0M12, 44.0 
KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2280075 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906665 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2280215 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906790 BREAKER 
0M01, 44.0 
KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2280232 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906806 BREAKER 
BK 2 44KV 
LT RED, 
44.0 KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2280328 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906893 BREAKER 
0M02, 44.0 
KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2280344 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906909 BREAKER 
BK 2 44KV 
LT YEL, 
44.0 KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2280445 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907003 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710902 STATION 
DUKE 
UNIV 
MN, 
1396, 
100.0 KV

42765057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

M-100 Sub 163 
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2255125 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859851 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2255182 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859850 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2277234 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904056 BREAKER 
0103, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2277235 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904057 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2277236 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904058 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2277237 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904059 BREAKER 
0104, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2277238 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904060 BREAKER 
0102, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

M-100 Sub 163 
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2277239 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904061 BREAKER 
0101, 44.0 
KV

2710899 STATION 
DUKE 
UNIV 
STA 1, 
1531, 
44.0 KV

42764775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2255132 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859957 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2255180 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859956 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04

2255181 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859856 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2277240 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904062 BREAKER 
0205, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2277241 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904063 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2277242 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904064 BREAKER 
0206, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

M-100 Sub 163 
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2277244 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904066 BREAKER 
0204, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2277245 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904067 BREAKER 
BK 2 44KV 
HT YEL, 
44.0 KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2277259 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904081 BREAKER 
0203, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2277263 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904085 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2277264 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904086 BREAKER 
BK 2 44KV 
HT RED, 
44.0 KV

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2445254 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892380 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 OFF

2445255 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892381 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77

2445256 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892382 CAPACITO
R BANK 
3A, 12.47 
KV, 1,800.0 
KVAR

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 . OFF

M-100 Sub 163 
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2445257 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892383 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2710900 STATION 
DUKE 
UNIV 
STA 2, 
1532, 
44.0 KV

42763635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 . OFF

2255300 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N

LTC 2859963 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2255301 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N

LTC 2859964 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2277246 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904068 BREAKER 
0307, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 .

2277247 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904069 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 .

2277248 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904070 BREAKER 
0305, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 .

2277249 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904071 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 .

M-100 Sub 163 
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2277250 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904072 BREAKER 
0308, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 .

2277251 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904073 BREAKER 
0306, 44.0 
KV

2710901 STATION 
DUKE 
UNIV 
STA 3, 
1533, 
44.0 KV

42764817 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 .

2255288 LTC TYPE 
UNKNOW
N, 0.0 KV, 
U,LTC 
UNKNOW
N

LTC 2859855 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2255292 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N

LTC 2859854 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2277252 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904074 BREAKER 
0407, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2277253 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904075 BREAKER 
0409, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2277255 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904077 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0
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2277256 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904078 BREAKER 
0408, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2277257 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904079 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2277258 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904080 BREAKER 
0410, 44.0 
KV

2708912 STATION 
DUKE 
UNIV 
STA 4, 
1534, 
44.0 KV

42764620 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2255088 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N

LTC 2859848 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 Neutral

2255101 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N

LTC 2859849 TRANSFOR
MER 03, 
PHASE 
UNKNOW
N, 44.000 
KV, 12.500 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 L01

2255276 LTC TYPE 
RESISTIVE-
REACTIVE, 
0.000 KV, 
U, LTC 
UNKNOW
N, 600.0 
AMPS

LTC 41835122 TRANSFOR
MER 02, 
PHASE 
UNKNOW
N, 44.000 
KV, 12.500 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 R01

2255277 LTC TYPE 
UNKNOW
N, 0.0 KV, 
U,LTC 
UNKNOW
N

LTC 2861193 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 L03
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2279539 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906179 BREAKER 
0512, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 50 0

2279586 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906224 BREAKER 
0510, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 72 0

2279919 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906526 BREAKER 
BK 6 44KV 
HT, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 85 0

2279920 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906527 BREAKER 
0509, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 30 0

2280213 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906788 BREAKER 
0511, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 60 0

2280911 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907433 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 68 0

2280975 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907489 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 23 0
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2874260 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41743423 BREAKER 
BK 2 44KV 
RED HT, 
44.000 KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 01 0

2874261 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41743424 BREAKER 
BK 2 44KV 
YEL HT, 
44.000 KV

2710903 STATION 
DUKE 
UNIV 
STA 5, 
1669, 
44.0 KV

42924279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 63 0

20272439 LTC TYPE 
UNKNOW
N, 100.000 
KV, 
UNKNOW
N, 1,646.0 
AMPS

LTC 2859979 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2214320 8A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892396 CAPACITO
R BANK 
8A, 12.47 
KV, 3,600.0 
KVAR

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 OFF

2214587 5A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892395 CAPACITO
R BANK 
5A, 12.47 
KV, 3,600.0 
KVAR

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF

2255279 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859981 TRANSFOR
MER 
08,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2255347 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859980 TRANSFOR
MER 
07,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

M-100 Sub 163 
PSDR2-2



2273481 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  50 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900706 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2273635 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900854 BREAKER 
1216, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0 . . .

2273975 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901173 BREAKER 
1203, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 3 . . .

2273976 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901174 BREAKER 
1204, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 4 . . .

2273977 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901175 BREAKER 
1205, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 . . .

2273978 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901176 BREAKER 
1206, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 . . .

2273983 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901181 BREAKER 
1219, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 . . .

M-100 Sub 163 
PSDR2-2



2274000 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901198 BREAKER 
1218, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 1 . . .

2274471 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901646 BREAKER 
1220, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 . . .

2275279 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902364 BREAKER 
CBK 8A 
BRK, 12.47 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 . . .

2275280 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902365 BREAKER 
CBK 5A 
BRK, 12.47 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 . . .

2275779 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902711 BREAKER 
GEER WH, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2275781 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902713 BREAKER 
BRAGGTO
WN WH, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2275782 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902714 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

M-100 Sub 163 
PSDR2-2



2275783 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902715 BREAKER 
DURHAM 
WH, 100.0 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2275785 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902717 BREAKER 
BRAGGTO
WN BL, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2275786 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902718 BREAKER 
DACIAN 
AVE BL, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2275787 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902719 BREAKER 
ASHE ST 
WH, 100.0 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2275788 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902720 BREAKER 
DACIAN 
AVE WH, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2276482 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15 KV, 600 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903371 BREAKER 
1210, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 . . .

2277886 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904659 BREAKER 
12AX, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 . . .

M-100 Sub 163 
PSDR2-2



2278023 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904781 BREAKER 
BUS 5&7 
12.5KV TIE, 
13.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 . . .

2278327 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905053 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 . . .

2278329 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905055 BREAKER 
BK 8 
12.5KV LT, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 1 . . .

2278330 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905056 BREAKER 
BK 7 
12.5KV LT, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 . . .

2278331 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905057 BREAKER 
BUS 7&8 
12.5KV TIE, 
13.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 . . .

2278609 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905303 BREAKER 
DURHAM 
BL, 100.0 
KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2278952 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905629 BREAKER 
1209, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 . . .

M-100 Sub 163 
PSDR2-2



2280183 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906761 BREAKER 
1208, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 . . .

2280406 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906966 BREAKER 
1207, 
12.47 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 . . .

2280529 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907077 BREAKER 
BK 7&8 
100KV HT, 
100.0 KV

2710904 STATION 
DURHA
M MN, 
1292, 
100.0 KV

42763349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2215613 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893441 CAPACITO
R BANK 01, 
100.0 KV, 
93,600.0 
KVAR

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 OFF

2274618 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901788 BREAKER 
CBK 1 BRK, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2276392 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903291 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2276458 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903349 BREAKER 
FAIRNTOS
H WH, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

M-100 Sub 163 
PSDR2-2



2276495 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903384 BREAKER 
ASHE ST 
BL, 100.0 
KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2276574 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903459 BREAKER 
FAIRNTOS
H BL, 100.0 
KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2276678 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903556 BREAKER 
BUTNER 
BL, 100.0 
KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2276785 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903656 BREAKER 
GEER WH, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2276890 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903752 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2276995 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903851 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2277103 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903957 BREAKER 
BUTNER 
WH, 100.0 
KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

M-100 Sub 163 
PSDR2-2



2277181 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904023 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2277265 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904087 BREAKER 
PCB 44, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 2

2277373 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904182 BREAKER 
PCB 34, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 3

2277481 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904287 BREAKER 
PCB 43, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2277579 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904373 BREAKER 
PCB 52, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 1

2277683 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904471 BREAKER 
PCB 53, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2277787 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904567 BREAKER 
PCB 54, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

M-100 Sub 163 
PSDR2-2



2277894 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904667 BREAKER 
PCB 33, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2277968 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904737 BREAKER 
PCB 51, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2278661 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905353 BREAKER 
PCB 30, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2278662 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905354 BREAKER 
PCB 31, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2278664 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905356 BREAKER 
PCB 32, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2278665 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905357 BREAKER 
PCB 50, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2278666 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905358 BREAKER 
PCB 40, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

M-100 Sub 163 
PSDR2-2



2278667 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905359 BREAKER 
PCB 41, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2278668 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905360 BREAKER 
PCB 42, 
230.0 KV

2710905 STATION 
E 
DURHA
M TIE, 
1722, 
230.0 KV

42764999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 1

2213927 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892263 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 ON

2213928 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892262 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 OFF

2213929 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892216 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 OFF

2213963 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892215 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 OFF

2255188 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859834 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255189 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859835 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
PSDR2-2



2274099 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901295 BREAKER 
1202, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 187 220 209

2277796 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904574 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 0 0

2277800 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904578 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0

2278139 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904883 BREAKER 
1203, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 1 181 188 187

2279765 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906385 BREAKER 
1204, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 286 251 251

2280073 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906664 BREAKER 
1206, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 203 150 201

2280230 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 35 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906805 BREAKER 
12AX, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0 0

M-100 Sub 163 
PSDR2-2



2280342 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906907 BREAKER 
1205, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 4 127 113 109

2280443 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907001 BREAKER 
1210, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0 206 197 177

2280524 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907073 BREAKER 
1208, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 97 117 107

2280704 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 33 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907235 BREAKER 
1209, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 1 255 235 239

2280776 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907307 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 0 0

2280777 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907308 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

2280778 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907309 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

M-100 Sub 163 
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2280996 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907508 BREAKER 
100KV HT, 
100.0 KV

2710906 STATION 
EASTGAT
E RET, 
1492, 
100.0 KV

42765086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

2215091 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892987 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 OFF

2215092 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892210 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 OFF

2259565 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894386 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2259569 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894386 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2259570 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894386 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2260110 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894385 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

2260111 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894385 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

M-100 Sub 163 
PSDR2-2



2261782 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894385 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2275109 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907159 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 127 126 127

2275674 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902610 BREAKER 
1201, 
12.47 KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 1 43 37 17

2275686 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902622 BREAKER 
1202, 
12.47 KV

2710908 STATION 
EFLAND 
RET, 
3645, 
44.0 KV

42763606 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 106 105 112

2256360 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893880 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257234 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893880 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2257297 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893880 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R01
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2259207 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893879 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259209 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893879 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2259899 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893879 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2274071 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901268 BREAKER 
1203, 
12.47 KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 . . .

2274659 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901827 BREAKER 
1202, 
12.47 KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 . . .

2274835 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901991 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710909 STATION 
ELLERBE
E RET, 
2027, 
100.0 KV

42764857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 . . .

2255299 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861391 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2255311 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2859988 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2273204 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900439 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

2274921 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902070 BREAKER 
2413, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 222 225 273

2274922 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902071 BREAKER 
2414, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 28 31 33

2275099 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902219 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 300 309 357

2275152 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902256 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2278738 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905428 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 557 570 570
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2279102 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905769 BREAKER 
2411, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 60 61 60

2279146 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905809 BREAKER 
2405, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 40 41 41

2279147 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905810 BREAKER 
2406, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 188 193 194

2279149 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905812 BREAKER 
24AX, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0

2279178 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905841 BREAKER 
2410, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 220 228 225

2279217 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905877 BREAKER 
2409, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 22 22 22

2279381 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906031 BREAKER 
2407, 24.0 
KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 155 158 159
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2279812 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906425 BREAKER 
100KV HT, 
100.0 KV

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2415637 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893191 CAPACITO
R BANK 
2A, 24.0 
KV, 6,000.0 
KVAR

2710910 STATION 
ELLIS RD 
RET, 
1683, 
100.0 KV

42763403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 OFF

2369172 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034618 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2711361 STATION 
EMC 
CORP, 
2072, 
100.0 KV

42763357 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 210 209 207

2369173 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034617 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711361 STATION 
EMC 
CORP, 
2072, 
100.0 KV

42763357 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 267 268 268

2419140 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3034621 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711361 STATION 
EMC 
CORP, 
2072, 
100.0 KV

42763357 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2419141 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3034622 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711361 STATION 
EMC 
CORP, 
2072, 
100.0 KV

42763357 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2279829 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906442 BREAKER 
ROXBORO 
BL, 230.0 
KV

2710914 STATION 
ENO 
230KV 
TAP 
BENT, 
2582, 
230.0 KV

42761771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0
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2280114 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906701 BREAKER 
ROXBORO 
WH, 230.0 
KV

2710914 STATION 
ENO 
230KV 
TAP 
BENT, 
2582, 
230.0 KV

42761771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2432531 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905042 BREAKER 
NEUSE 
WH, 230.0 
KV

2710914 STATION 
ENO 
230KV 
TAP 
BENT, 
2582, 
230.0 KV

42761771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2432556 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2902731 BREAKER 
NEUSE BL, 
230.0 KV

2710914 STATION 
ENO 
230KV 
TAP 
BENT, 
2582, 
230.0 KV

42761771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

20393657 2403, 
REGULATO
R 1PH, 
PHASE Y, 
14.400 KV

REGULATO
R

2893719 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2256375 2402,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894405 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R04

2256376 2402, 
REGULATO
R 1PH, 
PHASE Z, 
14,400.000 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894405 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R04

2257997 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893719 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05
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2258004 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893719 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2259891 2402, 
REGULATO
R 1PH, 
PHASE Y, 
13.800 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894405 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R04

2260035 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894404 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2260735 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894404 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2261286 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894404 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2273271 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
38 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900506 BREAKER 
2403, 24.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 . . .

2278119 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904863 BREAKER 
2401, 24.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 . . .

M-100 Sub 163 
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2278120 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904864 BREAKER 
2402, 24.0 
KV

2710912 STATION 
ENO 
RET, 
3658, 
44.0 KV

42764483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 . .

20267706 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904577 BREAKER 
CREST ST 
WH, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2215889 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893149 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 OFF

2273390 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900619 BREAKER 
CBK 1 BRK, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2273880 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901088 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2273881 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901089 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2273882 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901090 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

M-100 Sub 163 
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2274516 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901689 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2276021 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902945 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2276022 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902946 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2276052 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902976 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2276060 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902983 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2278805 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906246 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2278807 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905494 BREAKER 
ORANGE 
WH, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0
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2278875 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905555 BREAKER 
CABES 
FORD BL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2278876 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905556 BREAKER 
ATWATER 
WH, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2278877 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905557 BREAKER 
CABES 
FORD WH, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2278891 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905570 BREAKER 
ATWATER 
BL, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2280544 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907091 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2411261 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902091 BREAKER 
ENO BL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2411263 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905314 BREAKER 
CREST ST 
BL, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

M-100 Sub 163 
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2411264 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903814 BREAKER 
ENO WH, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2411265 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905492 BREAKER 
BRAGGTO
WN WH, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 2

2411266 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905493 BREAKER 
BRAGGTO
WN BL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

2415209 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903923 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2432530 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906419 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2432554 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907082 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2432555 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906685 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0
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2434967 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905045 BREAKER 
ALBRIGHT 
WH, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2434968 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905040 BREAKER 
ALBRIGHT 
BL, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2438618 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906249 BREAKER 
ORANGE 
BL, 100.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2440151 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2902732 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2450631 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903921 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2874255 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904083 BREAKER 
HILLSBORO
UGH NO 1, 
44.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2874256 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903709 BREAKER 
HILLSBORO
UGH NO 2, 
44.0 KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

M-100 Sub 163 
PSDR2-2



2874257 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904082 BREAKER 
CHAPEL 
HILL, 44.0 
KV

2710913 STATION 
ENO TIE, 
1211, 
230.0 KV

42763582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2255134 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859986 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2255194 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859987 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2273914 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.6 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901116 BREAKER 
2405, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0 . . .

2276101 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903024 BREAKER 
2409, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 . . .

2276102 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903025 BREAKER 
2406, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 . . .

2276116 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903038 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 . . .

M-100 Sub 163 
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2276125 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903043 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 . . .

2276126 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903044 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 523 0 . . .

2277708 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904495 BREAKER 
2410, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 .. . .

2279078 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905747 BREAKER 
2407, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 . . .

2451546 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903023 BREAKER 
24AX, 24.0 
KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 . . .

2460309 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903341 BREAKER 
100KV HT, 
100.0 KV

2710916 STATION 
FAIRNTO
SH RET, 
1557, 
100.0 KV

42764505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

M-100 Sub 163 
PSDR2-2



20684256 BREAKER 
VAC, 
27.000 KV, 
27.6 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900531 BREAKER 
2407, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00334 135 128 133

2214260 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891991 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 OFF

2215777 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893349 CAPACITO
R BANK 
2A, 24.0 
KV, 4,800.0 
KVAR

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 OFF

2255012 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860041 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2255013 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860042 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2273127 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900365 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01022

2273303 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900537 BREAKER 
2406, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01585 0 292 268 278

M-100 Sub 163 
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2274247 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901436 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 405

2274682 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901848 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00677

2275922 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902849 BREAKER 
24AX, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00101 0

2277129 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903981 BREAKER 
100KV HT, 
100.0 KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00067 0

2277709 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904496 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000080 0

2278865 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905545 BREAKER 
2408, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01848 0 146 133 97

2279123 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905788 BREAKER 
2405, 24.0 
KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00513 233 232 214
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2458987 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904501 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710917 STATION 
FRIEDEN 
RET, 
1500, 
100.0 KV

42765033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00088

2276891 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903753 BREAKER 
100KV HT, 
100.0 KV

2710920 STATION 
G E 
AIRCRAF
T 
ENGINES 
TAP, 
1468, 
100.0 KV

42761842 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2412375 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892208 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2710921 STATION 
G E CO 
MEBANE 
PL, 3746, 
44.0 KV

42762096 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 OFF

2412380 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

3033229 CAPACITO
R BANK 1B, 
4.16 KV, 
1,500.0 
KVAR

2710921 STATION 
G E CO 
MEBANE 
PL, 3746, 
44.0 KV

42762096 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 OFF

2214114 3A CAPACITO
R

2893003 CAPACITO
R BANK 
3A, 0.0 KV, 
6,000.0 
KVAR

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 OFF

2215398 2B CAPACITO
R

2893280 CAPACITO
R BANK 2B, 
0.0 KV, 
7,200.0 
KVAR

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215887 2A, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893279 CAPACITO
R BANK 
2A, 0.0 KV, 
7,200.0 
KVAR

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 108 OFF

M-100 Sub 163 
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2255201 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860925 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2255267 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861148 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2272924 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900171 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0

2272997 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900240 BREAKER 
2409, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 95 95 113

2272998 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900241 BREAKER 
2410, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 115 110 102

2273145 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900382 BREAKER 
2412, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0 0

2273463 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900688 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 207 201 209
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2273464 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900689 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

2274244 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901433 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0

2275684 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902620 BREAKER 
100KV HT, 
100.0 KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2277424 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904231 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 251 235 245

2279131 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905794 BREAKER 
2413, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 138 146 148

2279238 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905897 BREAKER 
2414, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 48 43 50
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2279404 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906054 BREAKER 
2411, 24.0 
KV

2710918 STATION 
GARRETT 
RD RET, 
1708, 
100.0 KV

42763687 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 75 51 52

2215380 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893364 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 OFF

2255240 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861322 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2255286 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 863.0 
AMPS

LTC 3023711 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

2274420 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901598 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0

2274567 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901738 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 0 0

2274568 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901739 BREAKER 
2402, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 227 232 233
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2274569 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901740 BREAKER 
2403, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 46 47 47

2274892 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3023665 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 359 364 365

2274895 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3023700 BREAKER 
24AX, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 0 0

2274917 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902066 BREAKER 
2407, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 192 196 195

2274918 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902067 BREAKER 
2406, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 167 168 170

2275153 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3023696 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0

2275166 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902267 BREAKER 
2404, 24.0 
KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 70 71 71
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2415206 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044197 BREAKER 
GENELEE 
WH TAP, 
100.0 KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2415207 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044195 BREAKER 
GENELEE 
BL TAP, 
100.0 KV

2711003 STATION 
GENELEE 
RET, 
3774, 
100.0 KV

42763017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

20376092 1201, 
REGULATO
R 1PH, 
PHASE X, 
7.620 KV

REGULATO
R

41728346 REGULATO
R BANK 
1201

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L04

20376096 1201, 
REGULATO
R 1PH, 
PHASE Y, 
7.620 KV

REGULATO
R

41728346 REGULATO
R BANK 
1201

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

20376098 1201, 
REGULATO
R 1PH, 
PHASE Z, 
7.620 KV

REGULATO
R

41728346 REGULATO
R BANK 
1201

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

20376119 1202, 
REGULATO
R 1PH, 
PHASE X, 
7.620 KV

REGULATO
R

41728347 REGULATO
R BANK 
1202

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

20376121 1202, 
REGULATO
R 1PH, 
PHASE Y, 
7.620 KV

REGULATO
R

41728347 REGULATO
R BANK 
1202

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01
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20376124 1202, 
REGULATO
R 1PH, 
PHASE Z, 
7.620 KV

REGULATO
R

41728347 REGULATO
R BANK 
1202

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

20378263 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41728350 BREAKER 
BK 1 LT

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 40 46 32

20378266 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41728352 BREAKER 
1201

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 10 10 9

20378268 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41728353 BREAKER 
1202

3066114 STATION 
GENEST
U DR 
RET, 
2728, 
100.000 
KV

42761933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 31 37 23

2255416 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894346 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710922 STATION 
GIBSONV
ILLE 
DIST, 
3780, 
24.000 
KV

42924263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 L03

2272935 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900182 BREAKER 
BK 2 24KV 
HT, 24.0 
KV

2710922 STATION 
GIBSONV
ILLE 
DIST, 
3780, 
24.000 
KV

42924263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 99952 140 141 136

2274502 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901676 BREAKER 
1201, 
12.47 KV

2710922 STATION 
GIBSONV
ILLE 
DIST, 
3780, 
24.000 
KV

42924263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00241 245 263 253
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2214146 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892190 CAPACITO
R BANK 2B, 
24.0 KV, 
3,000.0 
KVAR

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2214147 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892189 CAPACITO
R BANK 
2A, 24.0 
KV, 3,000.0 
KVAR

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 OFF

2214148 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892192 CAPACITO
R BANK 3B, 
24.0 KV, 
3,000.0 
KVAR

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 OFF

2214150 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892191 CAPACITO
R BANK 
3A, 24.0 
KV, 3,000.0 
KVAR

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 367 OFF

2255144 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860178 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2255190 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860179 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2274680 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901846 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 705 0 0 0
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2274681 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901847 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 367 0 0 0

2274751 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901911 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255 664 647 637

2274928 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902077 BREAKER 
100KV HT, 
100.0 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0

2275179 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902280 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 315 0 0 0 0

2275655 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902591 BREAKER 
2405, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 269 0 136 129 115

2275657 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902593 BREAKER 
2406, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 311 1 319 288 302

2275668 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902604 BREAKER 
24AX, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 0 239 219 221

M-100 Sub 163 
PSDR2-2



2275669 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902605 BREAKER 
2403, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 637 0 241 262 253

2275670 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902606 BREAKER 
2409, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 0 250 285 310

2275672 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902608 BREAKER 
2410, 24.0 
KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 307 0 286 321 271

2277712 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904498 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 314 0 557 564 560

2277723 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904509 BREAKER 
1202, 
12.47 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1440 0 221 223 234

2277728 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904514 BREAKER 
1201, 
12.47 KV

2710923 STATION 
GILBREA
TH RET, 
1445, 
100.000 
KV

42764521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1294 0 238 265 344

2275913 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902840 BREAKER 
GKN AUTO 
COMPONE
NTS PL 
TAP, 100.0 
KV

2710925 STATION 
GKN 
AUTO 
COMPO
NENTS 
PL TAP, 
1583, 
100.0 KV

42761821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

M-100 Sub 163 
PSDR2-2



2214008 1B CAPACITO
R

2893197 CAPACITO
R BANK 1B, 
0.0 KV, 
5,400.0 
KVAR

2710943 STATION 
GKN 
AUTO 
MEBANE 
PL, 3783, 
100.0 KV

42763665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 OFF

2214012 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892199 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2710943 STATION 
GKN 
AUTO 
MEBANE 
PL, 3783, 
100.0 KV

42763665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 OFF

2387805 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905072 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710943 STATION 
GKN 
AUTO 
MEBANE 
PL, 3783, 
100.0 KV

42763665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

20009230 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906199 BREAKER 
ALAMANC
E WH, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

20371132 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 3,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2906699 BREAKER 
100KV RED 
BUS JCT, 
100.000 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

20371134 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  123 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901962 BREAKER 
GLEN 
RAVEN 
WH, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

20371136 BREAKER,  
GAS,  ABC 
PH,  123 
KV,  123 
KV,  3000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41719917 BREAKER 
100KV YEL 
BUS JCT, 
100.000 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

M-100 Sub 163 
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20803371 BREAKER 
VAC, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901114 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 594 562 592

2214049 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891999 CAPACITO
R BANK 01, 
100.0 KV, 
28,800.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 OFF

2214050 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892000 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 OFF

2214065 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892001 CAPACITO
R BANK 03, 
100.0 KV, 
28,800.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 OFF

2214067 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892002 CAPACITO
R BANK 04, 
100.0 KV, 
28,800.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 OFF

2214240 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891996 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 OFF

2214956 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891995 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 OFF

2214959 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891998 CAPACITO
R BANK 3B, 
24.0 KV, 
3,600.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 OFF

M-100 Sub 163 
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2214964 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891997 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 OFF

2254983 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 762.0 
AMPS

LTC 2860052 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

2254990 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 762.0 
AMPS

LTC 2860053 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L09

2273913 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901115 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 403 447 402

2274352 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901531 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 0 0

2274354 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901533 BREAKER 
2403, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 132 193 137

2274827 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901983 BREAKER 
2404, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 101 101 99

M-100 Sub 163 
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2275177 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902278 BREAKER 
HAW 
RIVER BL, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2275178 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902279 BREAKER 
HAW 
RIVER WH, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 1

2275383 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3022439 BREAKER 
ELON WH, 
100.000 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 2

2275384 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3022438 BREAKER 
ELON BL, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 2

2275789 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902721 BREAKER 
ORANGE 
WH, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 1

2276389 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 
12.6 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903289 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0 0

2276394 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 
12.6 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903293 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 0 0 0

M-100 Sub 163 
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2276954 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903813 BREAKER 
GLEN 
RAVEN BL, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2277107 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903959 BREAKER 
GRAHAM 
WH, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2277108 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903960 BREAKER 
GRAHAM 
BL, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2278342 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905064 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 0 0 0

2278986 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905661 BREAKER 
2412, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0 290 243 255

2279617 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906250 BREAKER 
2411, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 86 97 109

2280005 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 5.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906603 BREAKER 
2406, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 142 145 152

M-100 Sub 163 
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2280167 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906746 BREAKER 
2405, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 97 99 89

2280289 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906859 BREAKER 
24AX, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0 0

2280721 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907252 BREAKER 
CBK 3&4 
BRK & 
GLEN 
RAVEN M, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2280931 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907451 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2281014 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 0 
CYCLES

CIRCUIT 
BREAKER

2907525 BREAKER 
2410, 24.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 232 228 238

2848568 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40017625 BREAKER 
BK 2 24KV 
LT, 24.000 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

2871497 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902922 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

M-100 Sub 163 
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2871499 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903826 BREAKER 
ORANGE 
BL, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2871509 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906440 BREAKER 
ALAMANC
E BL, 100.0 
KV

2710927 STATION 
GLEN 
RAVEN 
MN, 
1176, 
115.0 KV

42763488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2260087 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894365 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2260295 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894367 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260326 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894366 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260327 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894366 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2260345 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894367 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

M-100 Sub 163 
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2260347 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894364 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260500 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894366 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260501 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894364 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260527 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894365 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260566 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894365 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260728 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894364 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2260758 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894367 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

M-100 Sub 163 
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2273726 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900941 BREAKER 
24KV HT, 
24.0 KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115 117 117 121

2274333 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901514 BREAKER 
0403, 4.16 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00219 174 177 160

2274334 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901515 BREAKER 
0402, 4.16 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00231 112 106 137

2274335 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901516 BREAKER 
0404, 4.16 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00226 251 243 223

2274336 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901517 BREAKER 
0401, 4.16 
KV

2710928 STATION 
GRAHA
M DIST, 
3808, 
24.000 
KV

42763322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00246 168 208 197

20795975 1202, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894416 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L03 R04

20795979 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2894416 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L03 R04

M-100 Sub 163 
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20795980 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2894416 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R04

2255644 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894418 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R09

2258876 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894414 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2258899 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894414 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2258900 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894414 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2275901 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902829 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 15 0 . . .

2275904 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902832 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 05 0 . . .

M-100 Sub 163 
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2275905 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902833 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00 0 . . .

2277123 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903975 BREAKER 
100KV HT, 
100.0 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 32 0

2277837 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904610 BREAKER 
1210, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 25 . . .

2277844 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904617 BREAKER 
1202, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 54 . . .

2277845 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904618 BREAKER 
12AX, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 77 . . .

2277846 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904619 BREAKER 
1209, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 20 .. . .

2277847 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904620 BREAKER 
1201, 
12.47 KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 45 . . .

M-100 Sub 163 
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2428931 1209,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894417 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R08

2428933 1209,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894417 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R06

2428935 1209,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894417 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R07

2873903 1201,REGU
LATOR 
3PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894415 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R08

2873910 1201,REGU
LATOR 
3PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894415 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral R09

2873914 1201,REGU
LATOR 
3PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894415 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710929 STATION 
GREEN 
ST RET, 
1504, 
100.0 KV

42924249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R07

20346166 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  KV,  
2000 
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

2906711 BREAKER 
100KV HT, 
100.0 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

M-100 Sub 163 
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2256781 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894402 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2257990 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894403 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257993 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894403 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258218 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894402 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2258804 1207,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893564 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2258805 1207,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893564 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2258811 1207,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893564 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

M-100 Sub 163 
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2260329 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893742 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2260486 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894403 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260548 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894402 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2260558 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893742 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2261904 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894401 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2261905 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894401 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L03

2261906 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894401 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

M-100 Sub 163 
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2261926 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893563 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2261927 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893563 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2261928 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893563 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2273118 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900356 BREAKER 
1208, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 82 103 98

2273233 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900468 BREAKER 
1207, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 124 109 127

2273352 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900582 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 247 247 262

2273353 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900583 BREAKER 
BK 1 & 2 
12.5KV 
BUS TIE, 
13.0 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

M-100 Sub 163 
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2273354 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900584 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 144 125 130

2273430 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900658 BREAKER 
1205, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 47 54 56

2273431 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900659 BREAKER 
1206, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0 0

2274197 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901388 BREAKER 
1209, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 45 39 40

2281047 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907553 BREAKER 
1203, 
12.47 KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 98 72 75

2862906 1209,REGU
LATOR 
3PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893742 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710930 STATION 
GREY 
RET, 
1663, 
100.0 KV

42765065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2272971 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900218 BREAKER 
24KV HT, 
24.0 KV

2710932 STATION 
GROVE 
PARK 
DIST, 
3855, 
24.000 
KV

42764473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00086 58 54 52

M-100 Sub 163 
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2273075 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900313 BREAKER 
0401, 4.16 
KV

2710932 STATION 
GROVE 
PARK 
DIST, 
3855, 
24.000 
KV

42764473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00489 348 280 312

2255422 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2893506 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 R02

2273147 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900384 BREAKER 
1203, 
12.47 KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 31 20 28 21

2273309 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900543 BREAKER 
0401, 4.16 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 0 116 121 116

2275614 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902554 BREAKER 
1202, 
12.47 KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 65 1 76 90 82

2275616 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902556 BREAKER 
1201, 
12.47 KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 12 0 35 38 40

2383426 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894372 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R06
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2388295 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894372 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R06

2397018 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894372 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R05

2428926 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894374 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 L02

2433987 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894374 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 L02

2433988 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894374 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L13 L02

2485680 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894375 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 Neutral

2485682 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894375 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 Neutral
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2485683 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894375 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710935 STATION 
HAW 
RIVER 
RET, 
3884, 
44.0 KV

42924251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 Neutral

20652398 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894390 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

20653467 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894389 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2261021 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894389 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2261089 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894389 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04

2261465 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894390 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2261466 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894390 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2275545 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902492 BREAKER 
1201, 
12.47 KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 1 . . .
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2275555 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902500 BREAKER 
1202, 
12.47 KV

2710936 STATION 
HILLSBO
ROUGH 
RET, 
3924, 
44.0 KV

42763027 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 . . .

20350477 1206, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV

REGULATO
R

41673673 REGULATO
R BANK 
1206

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

20350487 1206, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

41673673 REGULATO
R BANK 
1206

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

20350489 1206, 
REGULATO
R 1PH, 
PHASE Z, 
7,620.0 KV

REGULATO
R

41673673 REGULATO
R BANK 
1206

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

20350492 12AX, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV

REGULATO
R

41673680 REGULATO
R BANK 
12AX

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20350494 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

41673680 REGULATO
R BANK 
12AX

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20350496 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
7,620.0 KV

REGULATO
R

41673680 REGULATO
R BANK 
12AX

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20350498 1202, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV

REGULATO
R

41673681 REGULATO
R BANK 
1202

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

20350500 1202, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

41673681 REGULATO
R BANK 
1202

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

20350502 1202, 
REGULATO
R 1PH, 
PHASE Z, 
7,620.0 KV

REGULATO
R

41673681 REGULATO
R BANK 
1202

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral
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20394293 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  KA, 
CYCLES

CIRCUIT 
BREAKER

41799774 BREAKER 
1206, 
12.470 KV

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 86 96 74

20394296 ABC PH, 
12.470 KV, 
1,200.0 
AMPS

CIRCUIT 
BREAKER

41799775 BREAKER 
12AX, 
12.470 KV

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327 0 0 0 0

20394300 ABC PH, 
12.470 KV, 
2,000.0 
AMPS

CIRCUIT 
BREAKER

41799777 BREAKER 
BUS 1 & 2 
TIE, 12.470 
KV

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 0 0 0 0

20394302 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  KA, 
CYCLES

CIRCUIT 
BREAKER

41799779 BREAKER 
1202, 
12.470 KV

2709680 STATION 
HOLT 
RET, 
3933, 
100.000 
KV

42761640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 143 147 147

20025347 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
250.0 KVA

REGULATO
R

2893759 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

20905290 1203, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893759 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2257104 1209,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894400 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2258003 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893760 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07
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2258009 1208,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894399 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2258162 1208,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894399 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

2258220 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893759 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07

2258225 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893760 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2258226 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893760 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2258239 1208,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894399 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2273033 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900272 BREAKER 
12AX, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0

M-100 Sub 163 
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2274089 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901285 BREAKER 
1203, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 27 27 23

2274090 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901286 BREAKER 
1204, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 131 151 125

2274114 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901308 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0

2274115 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901309 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 247 263 242

2277714 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904500 BREAKER 
100KV HT, 
100.0 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2279154 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905817 BREAKER 
1208, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 72 61 80

2280121 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906708 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0 189 176 198

M-100 Sub 163 
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2280177 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906755 BREAKER 
1209, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 114 115 117

2411709 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049211 BREAKER 
1202, 
12.47 KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 88 88 96

2428920 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049217 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2431127 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049217 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2851567 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
250.0 KVA

REGULATO
R

2893761 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2851568 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
250.0 KVA

REGULATO
R

2893761 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2851569 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
250.0 KVA

REGULATO
R

2893761 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
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2862839 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049217 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710937 STATION 
HOMEST
EAD RET, 
1617, 
100.0 KV

42765097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

20032787 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906065 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 . . .

20032788 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906074 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 . . .

2214035 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892388 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 OFF

2214037 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892387 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 OFF

2255230 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859975 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2255231 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859974 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R14
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2273475 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900700 BREAKER 
12AX, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 . . .

2274380 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901559 BREAKER 
1207, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 . . .

2274381 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901560 BREAKER 
1206, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 . . .

2277587 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904381 BREAKER 
1203, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 . . .

2277593 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904385 BREAKER 
1205, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 . . .

2277601 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904393 BREAKER 
1204, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 . . .

2278066 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904818 BREAKER 
1209, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 . . . .
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2278161 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904904 BREAKER 
1210, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 . . .

2279044 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905717 BREAKER 
1208, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 . . .

2279800 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906415 BREAKER 
100KV HT, 
100.0 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 .

2280642 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907178 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 . . .

2280643 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907179 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 . . .

2428322 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906066 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710939 STATION 
HOPE 
VALLEY 
RET, 
1306, 
100.0 KV

42762478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 . . .

20919423 1201, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894363 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710938 STATION 
HOPEDA
LE DIST, 
3938, 
24.000 
KV

42763455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

M-100 Sub 163 
PSDR2-2



2257988 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894363 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710938 STATION 
HOPEDA
LE DIST, 
3938, 
24.000 
KV

42763455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2258259 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894363 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710938 STATION 
HOPEDA
LE DIST, 
3938, 
24.000 
KV

42763455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2273728 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900943 BREAKER 
24KV HT, 
24.0 KV

2710938 STATION 
HOPEDA
LE DIST, 
3938, 
24.000 
KV

42763455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05

2274312 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901495 BREAKER 
1201, 
12.47 KV

2710938 STATION 
HOPEDA
LE DIST, 
3938, 
24.000 
KV

42763455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 202 229 203

2213898 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892386 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 OFF

2214473 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892384 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2214590 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892385 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 OFF

M-100 Sub 163 
PSDR2-2



2255220 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859971 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2255221 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859970 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2275560 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902504 BREAKER 
1211, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0 . . .

2275588 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902531 BREAKER 
1207, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 . . .

2276285 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903198 BREAKER 
1210, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 . . .

2276867 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903730 BREAKER 
100KV HT, 
100.0 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2277678 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904467 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 . . .

M-100 Sub 163 
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2277887 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904660 BREAKER 
1205, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 . . .

2277922 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904695 BREAKER 
1206, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 . . .

2277924 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904697 BREAKER 
1209, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 . . .

2278136 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904880 BREAKER 
12AX, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 . . .

2280590 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907132 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0

2280828 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907357 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 . . .

2280830 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907359 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 . . .

M-100 Sub 163 
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2846357 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905572 BREAKER 
1208, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 . . .

2871351 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907360 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710941 STATION 
HORTON 
RD RET, 
1338, 
100.0 KV

42763847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 . . .

2214484 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892477 CAPACITO
R BANK 
2A, 13.0 
KV, 3,600.0 
KVAR

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 OFF

2215601 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892476 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 OFF

2274258 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901447 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2274259 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901448 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2280876 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.3 
CYCLES

CIRCUIT 
BREAKER

2907401 BREAKER 
CBK 1A 
BRK, 13.2 
KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0

M-100 Sub 163 
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2448108 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906068 BREAKER 
BK 2 
13.2KV LT, 
13.2 KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0 0 0

2452146 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904652 BREAKER 
CBK 2A 
BRK, 13.2 
KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8 0 0 0

2842109 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906072 BREAKER 
BK 1 
13.2KV LT, 
13.2 KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2849692 BREAKER 
GAS, 
UNKNOW
N PH, 13.2 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906069 BREAKER 
BUS 1&2 
13.2KV TIE, 
13.2 KV

2710993 STATION 
IBM 
COMM 
PROG 
CTR, 
3954, 
100.0 KV

42764839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

20498881 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2903791 BREAKER 
DELTA BL, 
100.0 KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 19 0

20503371 BREAKER,  
GAS,  ABC 
PH,  123 
KV,  123 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2903792 BREAKER 
DELTA WH, 
100.0 KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 22 0

M-100 Sub 163 
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2214521 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892399 CAPACITO
R BANK 
1A, 12.47 
KV, 6,600.0 
KVAR

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 37 ON

2214643 2A CAPACITO
R

2892402 CAPACITO
R BANK 
2A, 0.0 KV, 
6,600.0 
KVAR

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 31 OFF

2255031 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859989 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L06 L02

2255032 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859990 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral R06

2277370 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904179 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 37 0 0 0

2277418 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904225 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 31 0 0 0

2279368 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906018 BREAKER 
BUS 1&2 
13KV TIE, 
13.0 KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 07 0 0 0
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2279372 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906022 BREAKER 
BK 2 13KV 
LT, 13.0 KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 96 274 283 269

2279373 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906023 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2710942 STATION 
IBM 
CORP 
RALEIGH 
RD PL, 
1089, 
100.0 KV

42924281 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 02 360 354 350

2215761 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893409 CAPACITO
R BANK 
1A, 24.0 
KV, 7,200.0 
KVAR

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 18 OFF

2215884 2A CAPACITO
R

2893090 CAPACITO
R BANK 
2A, 0.0 KV, 
7,200.0 
KVAR

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 27 OFF

2215885 3A CAPACITO
R

2893091 CAPACITO
R BANK 
3A, 0.0 KV, 
7,200.0 
KVAR

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 30 OFF

2255161 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860373 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 Neutral

2255172 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2861355 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 R03

2255178 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860372 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 R02

M-100 Sub 163 
PSDR2-2



2273269 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900504 BREAKER 
2409, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 47 214 219 217

2273588 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900809 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 30 0 0 0

2273593 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900814 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 27 0 0 0

2274280 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901466 BREAKER 
2404, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 43 99 110 105

2274284 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901470 BREAKER 
2403, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 27 179 193 212

2274350 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901529 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 49 0 0 0

2274351 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901530 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 12 272 299 312

M-100 Sub 163 
PSDR2-2



2274890 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902045 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 18 0 0 0

2274896 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902048 BREAKER 
PANTHER 
BL TAP, 
100.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 38 0

2274897 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902049 BREAKER 
PANTHER 
WH TAP, 
100.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 99 0

2275032 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902168 BREAKER 
2402, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 59 0 0 0

2275185 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902286 BREAKER 
2408, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 1 200 205 208

2278680 BREAKER, 
VAC, 
Unknown 
PH, 33 KV, 
38 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905372 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 88 623 630 627

2278682 BREAKER, 
VAC, 
Unknown 
PH, 33 KV, 
38 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905374 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 63 340 364 386

M-100 Sub 163 
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2278937 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905614 BREAKER 
2406, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 56 22 32 22

2278938 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905615 BREAKER 
2407, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 09 121 135 161

2278939 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905616 BREAKER 
2412, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 26 256 259 256

2278940 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905617 BREAKER 
24AX, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 69 0 0 0

2279374 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906024 BREAKER 
2411, 24.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 25 152 152 153

2280084 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906674 BREAKER 
PANTHER 
B&W 
100KV HT 
TIE, 100.0 
KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 59 0

2438596 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905373 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710946 STATION 
IMPERIA
L RET, 
1642, 
100.0 KV

42924265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 41 0 0 0

M-100 Sub 163 
PSDR2-2



2261463 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894350 REGULATO
R 
0402,PHAS
E 0.0, 6.9 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261661 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894350 REGULATO
R 
0402,PHAS
E 0.0, 6.9 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261662 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894350 REGULATO
R 
0402,PHAS
E 0.0, 6.9 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2275364 BREAKER, 
VAC, XYZ 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902426 BREAKER 
0402, 4.16 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 201 175 208

2275365 BREAKER, 
VAC, XYZ 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903251 BREAKER 
0401, 4.16 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 103 108 119

2275425 BREAKER, 
VAC, XYZ 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3018017 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 54 50 53

2368505 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894349 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

M-100 Sub 163 
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2368506 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894349 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2368507 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894349 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2711192 STATION 
INGLE ST 
DIST, 
3969, 
24.000 
KV

42763657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2214707 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892212 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 OFF

2258388 12AX,REG
ULATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894395 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258412 12AX,REG
ULATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894395 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258927 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894396 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2258930 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894396 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2258931 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894396 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

M-100 Sub 163 
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2260107 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894397 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

2260578 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894397 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R04

2260751 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894397 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R02

2261302 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893777 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2261303 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893777 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

2261305 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893777 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2274319 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901501 BREAKER 
1205, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 146 147 157

M-100 Sub 163 
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2275839 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902768 BREAKER 
100KV HT, 
100.0 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2275988 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902912 BREAKER 
1206, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 80 90 68

2276155 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903073 BREAKER 
1207, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 96 89 89

2276166 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903084 BREAKER 
1208, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 0 0 0

2277395 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904202 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2277406 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904213 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 200 200 200

2277803 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904581 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

M-100 Sub 163 
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2277925 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904698 BREAKER 
12AX, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2280782 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907313 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710948 STATION 
JAMES 
ST RET, 
1541, 
100.0 KV

42764870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0 0 0

2278188 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904931 BREAKER 
24KV HT, 
24.0 KV

2710949 STATION 
JOHNSO
N ST 
DIST, 
3999, 
24.000 
KV

42763127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84

2279009 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905684 BREAKER 
0401, 4.16 
KV

2710949 STATION 
JOHNSO
N ST 
DIST, 
3999, 
24.000 
KV

42763127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50

2279010 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905685 BREAKER 
0402, 4.16 
KV

2710949 STATION 
JOHNSO
N ST 
DIST, 
3999, 
24.000 
KV

42763127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

2279110 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905776 BREAKER 
0403, 4.16 
KV

2710949 STATION 
JOHNSO
N ST 
DIST, 
3999, 
24.000 
KV

42763127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87

2431056 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055059 BREAKER 
100KV WH 
TAP, 100.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

M-100 Sub 163 
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2433118 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,320.0 
AMPS

LTC 3055068 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2433454 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055058 BREAKER 
100KV BL 
TAP, 100.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2438581 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055064 BREAKER 
2402, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 36 38 35

2438582 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055056 BREAKER 
2406, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0

2438583 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055057 BREAKER 
2405, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

2438584 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055065 BREAKER 
2403, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 106 104 112

2438585 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055063 BREAKER 
2404, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 69 76 75

M-100 Sub 163 
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2438586 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055062 BREAKER 
2401, 24.0 
KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 72 73 72

2438595 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055060 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711351 STATION 
KIT 
CREEK 
RET, 
2658, 
100.000 
KV

42762849 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 280 289 292

20544375 2402, 
REGULATO
R 1PH, 
PHASE A, 
13.800 KV, 
432.0 KV

REGULATO
R

42138873 REGULATO
R BANK 
2402, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R14

20544498 2402, 
REGULATO
R 1PH, 
PHASE B, 
13.800 KV, 
432.0 KV

REGULATO
R

42138873 REGULATO
R BANK 
2402, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

20544500 2402, 
REGULATO
R 1PH, 
PHASE C, 
13.800 KV, 
432.0 KV

REGULATO
R

42138873 REGULATO
R BANK 
2402, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R07

20544501 2401, 
REGULATO
R 1PH, 
PHASE A, 
13.800 KV, 
432.0 KV

REGULATO
R

42138870 REGULATO
R BANK 
2401, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R11

20544502 2401, 
REGULATO
R 1PH, 
PHASE B, 
13.800 KV, 
432.0 KV

REGULATO
R

42138870 REGULATO
R BANK 
2401, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

20544503 2401, 
REGULATO
R 1PH, 
PHASE C, 
13.800 KV, 
432.0 KV

REGULATO
R

42138870 REGULATO
R BANK 
2401, 
13.800 KV

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

M-100 Sub 163 
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20544506 BREAKER 
VAC, ABC 
PH, 24.940 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42138880 BREAKER 
2402, 
24.940 KV, 
2402

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 193 185 195

20544508 BREAKER 
VAC, ABC 
PH, 24.940 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42138886 BREAKER 
2401, 
24.940 KV, 
2401

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 142 134 138

20544509 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42138887 BREAKER 
BK 1 24KV 
LT, 24.940 
KV, 24KV 
LT

3060965 STATION 
LAKE 
LATHAM 
RET, 
2716, 
100.000 
KV

42761915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 333 319 331

2215677 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893033 CAPACITO
R BANK 
2A, 4.16 
KV, 2,700.0 
KVAR

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 90 OFF

2255393 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894381 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R05

2255863 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893535 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

2273223 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900458 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 78 0 0 0

M-100 Sub 163 
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2273235 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900470 BREAKER 
1203, 
12.47 KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 61 33 28 24

2275466 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902450 BREAKER 
1202, 
12.47 KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 92 0 65 79 69

2275551 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902496 BREAKER 
0402, 4.16 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 47 0 66 75 76

2399215 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894380 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

2399217 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894380 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 L01

2399220 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894380 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710950 STATION 
MEBANE 
RET, 
4266, 
44.0 KV

42924272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 L02

2214042 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892196 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 OFF

M-100 Sub 163 
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2214854 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892197 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 OFF

2215267 06 CAPACITO
R

2893316 CAPACITO
R BANK 06, 
0.0 KV, 
54,000.0 
KVAR

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 OFF

2215270 05 CAPACITO
R

2893315 CAPACITO
R BANK 05, 
0.0 KV, 
54,000.0 
KVAR

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 OFF

2273122 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900360 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2273343 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900574 BREAKER 
MEBANE, 
44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 2

2273344 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900575 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2274926 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902075 BREAKER 
ENO WH, 
100.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

M-100 Sub 163 
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2275516 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905187 BREAKER 
ALAMANC
E WH, 
100.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2275517 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905184 BREAKER 
ALAMANC
E BL, 100.0 
KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2275518 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905179 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2275892 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902820 BREAKER 
BK 
1&2&3&4 
HT, 100.0 
KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2276625 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903505 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2276629 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903509 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2276631 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903511 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0
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2276726 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903603 BREAKER 
BUCKHOR
N, 44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 2

2276727 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903604 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2278483 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905181 BREAKER 
ENO BL, 
100.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53

2278487 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905185 BREAKER 
SWEPSON
VILLE BL, 
100.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2278488 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905186 BREAKER 
SWEPSON
VILLE WH, 
100.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 1

2280317 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906883 BREAKER 
MELVILLE, 
44.0 KV

2710951 STATION 
MEBANE 
TIE, 
1220, 
100.0 KV

42763729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2256763 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03
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2258506 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

2274245 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901434 BREAKER 
24KV HT, 
24.0 KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 . . .

2274316 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901499 BREAKER 
1201, 
12.47 KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 . . .

2411663 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043706 BREAKER 
1202, 
12.47 KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 . . .

2431652 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2839925 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893773 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2839926 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893773 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

M-100 Sub 163 
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2839927 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893773 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710952 STATION 
MT 
ENERGY 
DIST, 
8764, 
24.000 
KV

42764490 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2257303 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894355 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L13 L01

2260081 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894356 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

2260082 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894355 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L06

2261295 0401,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894355 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L04

2261423 0402,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894356 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

2261634 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894356 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

M-100 Sub 163 
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2275335 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906256 BREAKER 
0401, 4.16 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00099 132 147 149

2275336 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901227 BREAKER 
0402, 4.16 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00089 271 256 238

2275353 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906866 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2710953 STATION 
N PARK 
DIST, 
4359, 
24.000 
KV

42924255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00158 73 74 71

2255002 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 421.0 
AMPS

LTC 2860370 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R06

2255343 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 421.0 
AMPS

LTC 2860371 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

2273208 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900443 BREAKER 
100KV HT, 
100.0 KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2275949 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901607 BREAKER 
24AX, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 0 0 0

M-100 Sub 163 
PSDR2-2



2279133 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905796 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 111 114 116

2279134 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905797 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 170 166 177

2438591 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901458 BREAKER 
2412, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 170 166 176

2438592 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903245 BREAKER 
2411, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2438593 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906028 BREAKER 
2407, 24.0 
KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 111 114 116

2438594 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902875 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710954 STATION 
NELSON 
RET, 
1640, 
100.0 KV

42764515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

20366988 1204, 
REGULATO
R 1PH, 
PHASE Z, 
7.620 KV

REGULATO
R

2894383 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 R13 R13

M-100 Sub 163 
PSDR2-2



2215840 1A CAPACITO
R

2893334 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 48 OFF

2257693 1208,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3069635 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 L06

2257757 1208,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3069635 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 L06

2258794 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893927 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 L07

2259543 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893927 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 L05

2261413 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3069619 REGULATO
R 
1203,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 R03

2261414 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3069619 REGULATO
R 
1203,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L07 R02

M-100 Sub 163 
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2261415 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3069619 REGULATO
R 
1203,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 R02 R02

2261494 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893927 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 L06

2261929 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
250.0 KVA

REGULATO
R

2894383 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L01

2261930 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
250.0 KVA

REGULATO
R

2894383 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L01

2262017 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894384 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 Neutral

2262018 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894384 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 L02

2262019 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894384 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L08 R01

M-100 Sub 163 
PSDR2-2



2273185 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900420 BREAKER 
12AX, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 96 0 0 0

2273281 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900516 BREAKER 
1204, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 56 129 134 137

2273429 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900657 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 08 368 352 379

2273644 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900863 BREAKER 
1203, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 46 183 159 181

2273645 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900864 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 40 0 0 0

2273646 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900865 BREAKER 
1205, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 03 65 63 68

2274552 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901725 BREAKER 
100KV HT, 
100.0 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 38 0

M-100 Sub 163 
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2275145 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902250 BREAKER 
1207, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 38 57 60 58

2453731 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3069614 BREAKER 
1208, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 59 106 109 113

2455516 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3069615 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 46 0 0 0

2455518 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3069521 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 34 54 52 61

2481287 12AX,REG
ULATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3069634 REGULATO
R 
12AX,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2481310 12AX,REG
ULATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3069634 REGULATO
R 
12AX,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2481319 12AX,REG
ULATOR 
1PH,PHASE 
C, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3069634 REGULATO
R 
12AX,PHAS
E 1.0, 
12.47 KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

M-100 Sub 163 
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2481388 1208,REGU
LATOR 
1PH,PHASE 
C, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3069635 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710956 STATION 
OAKWO
OD ST 
RET, 
1598, 
100.0 KV

42924259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 L06

2259875 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894347 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2259887 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894347 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R06

2259888 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893650 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2259889 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893650 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R06

2259890 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893650 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2259895 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894347 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06
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2273095 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900333 BREAKER 
1201, 13.0 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000027 131 156 181

2273207 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900442 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000260 178 181 164

2277931 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904704 BREAKER 
1203, 
12.47 KV

2710957 STATION 
OSSIPEE 
DIST, 
4442, 
24.000 
KV

42763009 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00150 161 232 213

2213988 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892407 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 25 OFF

2255368 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 1,000.0 
KVA

REGULATO
R

2894426 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L01 R06

2255406 1212,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894428 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L03 R07

2256610 1211,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894427 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L04 R04
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2256611 1211,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894427 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R03

2256843 1211,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894427 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R03

2257797 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893736 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L05 R03

2258806 1205,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894425 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L04 R05

2258807 1205,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894425 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R04

2258808 1205,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894425 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L02 R06

2260269 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893736 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L04 R05
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2260311 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893736 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L04 R04

2275108 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902228 BREAKER 
1205, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 99 0 . . .

2275298 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902375 BREAKER 
1211, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 28 0 . . .

2275299 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902376 BREAKER 
1212, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 85 0 . . .

2275313 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902385 BREAKER 
1206, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 26 0 . . .

2278081 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904829 BREAKER 
12AX, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 28 0 . . .

2278093 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904840 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 60 0 . . .
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2278098 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904845 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 97 0 . . .

2278100 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904847 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 83 0 . . .

2278213 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904954 BREAKER 
1210, 
12.47 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 58 0 . . .

2278463 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905162 BREAKER 
100KV HT, 
100.0 KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 47 0

2415461 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033567 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2415470 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033567 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral

2416347 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033567 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 Neutral Neutral
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2430319 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907176 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710958 STATION 
OXFORD 
RD RET, 
1437, 
100.0 KV

42924274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 25 . . .

2258420 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893860 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2258421 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893860 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258422 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893860 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2274574 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901745 BREAKER 
2403, 24.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 98 106 115

2274575 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901746 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 137 154 170

2274576 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901747 BREAKER 
2402, 24.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 38 49 56
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2394853 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 576.0 
KVA

REGULATO
R

2893861 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2394854 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 576.0 
KVA

REGULATO
R

2893861 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2394855 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 576.0 
KVA

REGULATO
R

2893861 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2711095 STATION 
PARKWO
OD RET, 
2028, 
100.0 KV

42763839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

20847395 BREAKER 
GAS, 550.0 
KV, 4,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2906521 BREAKER 
PCB 22, 
525.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 00

2215364 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893417 CAPACITO
R BANK 04, 
100.0 KV, 
86,400.0 
KVAR

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2215890 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893174 CAPACITO
R BANK 01, 
0.0 KV, 
86,400.0 
KVAR

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 OFF

2215907 03 CAPACITO
R

2893176 CAPACITO
R BANK 03, 
0.0 KV, 
86,400.0 
KVAR

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF

M-100 Sub 163 
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2215908 02 CAPACITO
R

2893175 CAPACITO
R BANK 02, 
0.0 KV, 
86,400.0 
KVAR

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2273379 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900608 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 00

2273699 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2900916 BREAKER 
PCB 12, 
525.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2273700 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2900917 BREAKER 
PCB 11, 
525.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 00

2273702 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900918 BREAKER 
PCB 34, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 00

2273703 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900919 BREAKER 
PCB 44, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 00

M-100 Sub 163 
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2274639 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901807 BREAKER 
CBK 3&4 
BRK, 100.0 
KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 00

2274640 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901808 BREAKER 
CARPENTE
R BL, 100.0 
KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 00

2275402 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904010 BREAKER 
PCB 41, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 00

2275403 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904008 BREAKER 
PCB 51, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 00

2275404 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904012 BREAKER 
PCB 31, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 00

2275405 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904007 BREAKER 
PCB 52, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 00

2276023 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902947 BREAKER 
RAM BL, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 00

M-100 Sub 163 
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2276024 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902948 BREAKER 
DELTA WH, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 00

2276030 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902954 BREAKER 
DELTA BL, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 00

2276032 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902956 BREAKER 
RAM WH, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 00

2276033 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902957 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00

2276038 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902962 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00

2276039 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902963 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 00

2276059 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902982 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 00

M-100 Sub 163 
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2395641 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904568 BREAKER 
PANTHER 
BL, 100.0 
KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 00

2395654 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904482 BREAKER 
PANTHER 
WH, 100.0 
KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00

2416240 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904011 BREAKER 
PCB 32, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 00

2416309 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903989 BREAKER 
PCB 43, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 00

2416318 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903990 BREAKER 
PCB 33, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 00

2426480 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904009 BREAKER 
PCB 42, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 00

2448357 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907496 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00

M-100 Sub 163 
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2830501 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3174173 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 00

2830506 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3174177 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 00

2838413 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

3174168 BREAKER 
PCB 53, 
230.0 KV

2711093 STATION 
PARKWO
OD TIE, 
1544, 
525.0 KV

42763739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00

2261980 1204,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893557 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 L01

2261981 1204,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893557 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 Neutral

2261982 1204,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893557 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 R01

2273082 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900320 BREAKER 
1204, 
12.47 KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00553 118 165 117

M-100 Sub 163 
PSDR2-2



2273786 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
4 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900998 BREAKER 
1202, 
12.47 KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 01803 0 131 152 134

2273940 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901141 BREAKER 
1203, 
12.47 KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 02793 0 224 334 206

2385038 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894378 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L11 R01

2392858 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894378 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L09 R02

2392862 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894378 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L10 R03

2456553 1203,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894379 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L14 L03

2456555 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894379 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L12 R01

M-100 Sub 163 
PSDR2-2



2456558 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894379 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710963 STATION 
PLEASAN
T GROVE 
RET, 
4558, 
44.0 KV

42924243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 L14 L02

2255110 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2859847 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2255215 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2859846 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2273046 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900285 BREAKER 
100KV BL 
TAP, 100.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2273380 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900609 BREAKER 
RAM BL, 
100.0 KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2273387 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900616 BREAKER 
RAM WH, 
100.0 KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 4

2273779 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900992 BREAKER 
ATWATER 
BL, 100.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

M-100 Sub 163 
PSDR2-2



2273867 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901075 BREAKER 
ATWATER 
WH, 100.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2275241 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902332 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 0 0

2276067 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902990 BREAKER 
2403, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 147 150 138

2276068 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902991 BREAKER 
24AX, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 0 0 0

2276069 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902992 BREAKER 
2404, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 242 183 221

2278410 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905115 BREAKER 
100KV WH 
TAP, 100.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2279138 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905801 BREAKER 
2408, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 96 94 81

M-100 Sub 163 
PSDR2-2



2451596 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906077 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0

2830519 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892375 CAPACITO
R BANK 
1A, 24.0 
KV, 6,300.0 
KVAR

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF

2848567 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906083 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 391 380 359

2866176 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905523 BREAKER 
2409, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 113 116 103

2866177 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906867 BREAKER 
2410, 24.0 
KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 123 111 140

2866179 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906079 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710964 STATION 
POPE RD 
RET, 
1397, 
100.0 KV

42763636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 334 328 325

20690990 BREAKER 
VAC, 
27.000 KV, 
27.6 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901126 BREAKER 
2412, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 14 13 15

M-100 Sub 163 
PSDR2-2



2215144 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892398 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 OFF

2215145 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892397 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 OFF

2255143 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859984 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01

2255146 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859983 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2255273 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2859982 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2273298 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900532 BREAKER 
2403, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 4 143 113 134

2273307 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900541 BREAKER 
2404, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 1 81 96 84

M-100 Sub 163 
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2273921 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901123 BREAKER 
2411, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 125 128 126

2273922 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901124 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2273923 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901125 BREAKER 
2405, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 140 118 125

2273925 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901127 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 0 0

2273944 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901145 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 313 264 255

2273945 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901146 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2273957 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901155 BREAKER 
2402, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 3 67 81 67

M-100 Sub 163 
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2273966 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901164 BREAKER 
2410, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 47 51 48

2274175 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901367 BREAKER 
2409, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 6 91 95 92

2274230 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901419 BREAKER 
2408, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0 177 148 132

2276020 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902944 BREAKER 
100KV HT, 
100.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 1

2278121 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904865 BREAKER 
2407, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0

2279263 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905922 BREAKER 
24AX, 24.0 
KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 0 0

2464257 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906063 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 290 288 283
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2464258 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906056 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 249 262 254

2464259 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906057 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710965 STATION 
RESEARC
H 
TRIANGL
E RET, 
1015, 
100.0 KV

42765041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

2255653 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894376 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2258229 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894377 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R02

2258261 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894377 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2258939 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894377 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2259022 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893648 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01
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2260550 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893648 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2273799 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901011 BREAKER 
1203, 
12.47 KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 184 202 167

2276473 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903362 BREAKER 
44KV HT, 
44.0 KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2279057 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905729 BREAKER 
1201, 
12.47 KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 251 289 266

2279058 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905730 BREAKER 
1202, 
12.47 KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 93 72 120

2434012 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893648 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710966 STATION 
SAXAPA
HAW 
RET, 
4706, 
44.0 KV

42762583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2459684 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080090 BREAKER 
DELTA BL 
TAP, 100.0 
KV

3058512 STATION 
SENTINE
L DATA 
CENTER, 
2710, 
100.0 KV

42764963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0
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2459758 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080091 BREAKER 
DELTA WH 
TAP, 100.0 
KV

3058512 STATION 
SENTINE
L DATA 
CENTER, 
2710, 
100.0 KV

42764963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

20014500 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894352 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

20014501 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894352 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

20015175 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894352 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2213858 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892066 CAPACITO
R BANK 
2A, 24.0 
KV, 6,600.0 
KVAR

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 OFF

2213957 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892005 CAPACITO
R BANK 
1A, 24.0 
KV, 4,200.0 
KVAR

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 OFF

2213958 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892065 CAPACITO
R BANK 1B, 
24.0 KV, 
4,200.0 
KVAR

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 OFF
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2255001 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860059 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2255269 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860058 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2256792 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893666 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2257324 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893666 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259177 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893666 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2273737 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900951 BREAKER 
2410, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 292 335 355

2273797 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901009 BREAKER 
0401, 4.16 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 251 250 267
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2273798 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901010 BREAKER 
0402, 4.16 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 267 266 245

2274248 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901437 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 503 478 465

2274249 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901438 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 0 0

2275037 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902172 BREAKER 
2406, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 226 209 221

2275038 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902173 BREAKER 
2405, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 156 138 112

2275039 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902174 BREAKER 
2412, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 87 89 85

2275040 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902175 BREAKER 
2408, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 21 40 50
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2275041 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902176 BREAKER 
2409, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 104 108 103

2275042 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902177 BREAKER 
2411, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 90 104 118

2275266 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902351 BREAKER 
2407, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0 135 144 146

2275653 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902589 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 552 612 643

2277716 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904502 BREAKER 
24AX, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 0 0 0

2278044 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904799 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0 0

2278047 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904802 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0 0

M-100 Sub 163 
PSDR2-2



2279369 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906019 BREAKER 
100KV HT 
WH, 100.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2279728 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906349 BREAKER 
100KV HT 
BL, 100.0 
KV

2710967 STATION 
SEVENTH 
ST RET, 
1342, 
100.0 KV

42763574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2255283 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861295 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2255313 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858073 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2272799 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900054 BREAKER 
2405, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 195 132 165

2274357 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901536 BREAKER 
2406, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 431 276 309 276

2274676 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901842 BREAKER 
2404, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 421 2 8 9

M-100 Sub 163 
PSDR2-2



2274677 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901843 BREAKER 
2402, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 500 173 214 207

2274678 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901844 BREAKER 
2401, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 424 256 240 206

2274684 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901850 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 399 660 660 651

2274685 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901851 BREAKER 
24AX, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 422 0 0 0

2274686 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901852 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 503 423 454 419

2274687 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901853 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 395 0 0 0

2279233 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905892 BREAKER 
2408, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 452 225 255 261

M-100 Sub 163 
PSDR2-2



2279265 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905924 BREAKER 
2407, 24.0 
KV

2710972 STATION 
ST 
MARKS 
RET, 
5181, 
100.0 KV

42765073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 823 0 0 0

2278456 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905155 BREAKER 
100KV HT, 
100.0 KV

2710973 STATION 
STAGVIL
LE SS, 
1717, 
100.0 KV

42761628 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2256467 2410,REGU
LATOR 
1PH,PHASE 
A, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053447 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2256908 2409,REGU
LATOR 
1PH,PHASE 
A, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053446 REGULATO
R 
2409,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2258119 2409,REGU
LATOR 
1PH,PHASE 
B, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053446 REGULATO
R 
2409,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2274913 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3019106 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 450 408 570

2275303 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3019107 BREAKER 
1202, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 140 140 182

M-100 Sub 163 
PSDR2-2



2275304 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3019108 BREAKER 
1203, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 311 271 384

2368495 2410,REGU
LATOR 
1PH,PHASE 
B, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053447 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2374400 1200,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
994.0 KVA

REGULATO
R

3019114 REGULATO
R 
1200,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2374401 1200,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
994.0 KVA

REGULATO
R

3019114 REGULATO
R 
1200,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2374402 1200,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
994.0 KVA

REGULATO
R

3019114 REGULATO
R 
1200,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2410965 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053355 BREAKER 
2409, 24.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 365 371 414

2415502 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053356 BREAKER 
2410, 24.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 62 111 93

M-100 Sub 163 
PSDR2-2



2433100 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053340 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 534 597 617

2442467 2409,REGU
LATOR 
1PH,PHASE 
C, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053446 REGULATO
R 
2409,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2442637 2410,REGU
LATOR 
1PH,PHASE 
C, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3053447 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2451545 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3066353 BREAKER 
2412, 24.0 
KV

2710974 STATION 
STALLIN
GS RD 
RET, 
2180, 
100.0 KV

42763035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 121 128 126

20498627 1203, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894370 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

20498628 1203, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2894370 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

20498629 1203, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2894370 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



2214441 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892194 CAPACITO
R BANK 01, 
44.0 KV, 
7,200.0 
KVAR

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2054 ON

2215818 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893234 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 930 OFF

2258258 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894369 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260258 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894369 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260497 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894371 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2260499 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894369 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2260587 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894371 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

M-100 Sub 163 
PSDR2-2



2273515 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900740 BREAKER 
100KV HT 
BL, 100.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 016 0

2274636 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901804 BREAKER 
1202, 
12.47 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1421 0 277 283 240

2274637 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901805 BREAKER 
1203, 
12.47 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1350 0 246 235 268

2275735 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902669 BREAKER 
1204, 
12.47 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1882 0 445 443 442

2276927 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903787 BREAKER 
100KV HT 
WH, 100.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 226 0

2279638 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906268 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 578 0

2279753 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906373 BREAKER 
BK 1A&1B 
44KV HT, 
44.0 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 931 0

M-100 Sub 163 
PSDR2-2



2280061 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906652 BREAKER 
SNOW 
CAMP, 
44.0 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1259 0

2280220 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906795 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 714 0

2280332 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906897 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 629 0

2862840 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894371 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710975 STATION 
SWEPSO
NVILLE 
TIE, 
1404, 
100.000 
KV

42765037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2215260 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893258 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 OFF

2215261 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893259 CAPACITO
R BANK 1B, 
24.0 KV, 
4,800.0 
KVAR

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2215381 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893365 CAPACITO
R BANK 
2A, 24.0 
KV, 4,800.0 
KVAR

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 OFF

2215382 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893366 CAPACITO
R BANK 2B, 
24.0 KV, 
4,800.0 
KVAR

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 OFF

M-100 Sub 163 
PSDR2-2



2255254 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861228 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R09

2255275 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2860374 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2273745 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900959 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2273816 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901028 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 . . .

2273817 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901029 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 . . .

2273822 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901034 BREAKER 
2405, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 . . .

2273934 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901135 BREAKER 
2402, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 . . .

M-100 Sub 163 
PSDR2-2



2273935 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901136 BREAKER 
2408, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 . . .

2274253 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901442 BREAKER 
100KV HT, 
100.0 KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

2274281 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901467 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

2279073 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905742 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 . . .

2279079 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905748 BREAKER 
2403, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 . . .

2279219 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905879 BREAKER 
24AX, 24.0 
KV

2710977 STATION 
TREYBUR
N RET, 
1681, 
100.0 KV

42763718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 . . .

2215591 3A CAPACITO
R

2893135 CAPACITO
R BANK 
3A, 0.0 KV, 
6,000.0 
KVAR

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 OFF

M-100 Sub 163 
PSDR2-2



2255000 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2861404 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2255011 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860188 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2273203 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900438 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

2273528 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900753 BREAKER 
100KV HT, 
100.0 KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2275160 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902261 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0

2275161 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902262 BREAKER 
2410, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 72 76 71

2275162 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902263 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 193 189 182

M-100 Sub 163 
PSDR2-2



2275165 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902266 BREAKER 
2409, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 122 114 112

2279032 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905705 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 259 235 244

2279196 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905856 BREAKER 
2414, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 178 153 151

2279197 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905857 BREAKER 
24AX, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

2279198 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905858 BREAKER 
2413, 24.0 
KV

2710979 STATION 
TROLLIN
GWOOD 
RET, 
1693, 
100.0 KV

42762468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 83 83 95

2215345 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893371 CAPACITO
R BANK 
1A, 13.0 
KV, 6,300.0 
KVAR

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2215346 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893372 CAPACITO
R BANK 1B, 
13.0 KV, 
6,000.0 
KVAR

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 OFF
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2215347 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893373 CAPACITO
R BANK 
2A, 13.0 
KV, 6,300.0 
KVAR

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2215359 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893374 CAPACITO
R BANK 2B, 
13.0 KV, 
6,000.0 
KVAR

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 OFF

2255291 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,500.0 
AMPS

LTC 2861277 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2255293 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,500.0 
AMPS

LTC 2861276 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2275318 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902390 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 964 986 976

2275319 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902391 BREAKER 
BK 2 13KV 
LT, 13.0 KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 751 753 757

M-100 Sub 163 
PSDR2-2



2275320 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902392 BREAKER 
52-2, 100.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2275321 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902393 BREAKER 
52-3, 100.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2275322 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902394 BREAKER 
52-4, 100.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2275323 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902395 BREAKER 
52-5, 100.0 
KV

2710208 STATION 
UNC-CH 
DEL 1 
CAMERO
N, 2606, 
100.0 KV

42762068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2215360 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892214 CAPACITO
R BANK 
1A, 13.0 
KV, 6,000.0 
KVAR

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 OFF

2215361 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893438 CAPACITO
R BANK 1B, 
13.0 KV, 
6,300.0 
KVAR

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 OFF
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2255290 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,500.0 
AMPS

LTC 2859833 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2275471 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902452 BREAKER 
52-1, 100.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2275472 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902453 BREAKER 
52-2, 100.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2275473 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902454 BREAKER 
52-3, 100.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2275474 BREAKER 
VAC, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902455 BREAKER 
52-4, 100.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2275475 BREAKER 
VAC, 
UNKNOW
N PH, 15.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902456 BREAKER 
BK 1 13KV 
LT, 100.0 
KV

2710981 STATION 
UNC-CH 
DEL 2 
SOUTH, 
1622, 
100.0 KV

42763909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 408 427 425
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2215348 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893412 CAPACITO
R BANK 
2A, 13.0 
KV, 7,200.0 
KVAR

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2215349 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893387 CAPACITO
R BANK 2B, 
13.0 KV, 
7,200.0 
KVAR

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF

2215355 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892644 CAPACITO
R BANK 
1A, 13.0 
KV, 7,200.0 
KVAR

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 OFF

2215356 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892645 CAPACITO
R BANK 1B, 
13.0 KV, 
7,200.0 
KVAR

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 OFF

2255294 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,500.0 
AMPS

LTC 2861363 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2255298 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,500.0 
AMPS

LTC 2858099 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2275181 BREAKER, 
GAS, 
Unknown 
PH, 121 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2902282 BREAKER 
52-1, 100.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0
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2275182 BREAKER, 
GAS, 
Unknown 
PH, 121 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2902283 BREAKER 
52-2, 100.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2275183 BREAKER, 
GAS, 
Unknown 
PH, 121 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2902284 BREAKER 
52-3, 100.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2275184 BREAKER, 
GAS, 
Unknown 
PH, 121 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2902285 BREAKER 
52-4, 100.0 
KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2275251 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902340 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 181 189 186

2275252 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902341 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710980 STATION 
UNC-CH 
DEL 3 
MANNIN
G, 1766, 
121.0 KV

42764639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 495 510 505

2213841 1A CAPACITO
R

2891435 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2255242 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858941 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.8 
KV

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06
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2255244 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858940 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.8 
KV

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L08

2274561 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901733 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2274562 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901734 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2452144 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904770 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710982 STATION 
US-EPA, 
1566, 
100.0 KV

42762130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2278408 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905113 BREAKER 
100KV HT, 
100.0 KV

2710985 STATION 
WAKE 
EMC DEL 
2, 1762, 
100.0 KV

42763891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2254989 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860369 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 R01 R06

2276082 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903005 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 73 0 . . .
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2279249 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905908 BREAKER 
2407, 24.0 
KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 00 . . .

2279250 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905909 BREAKER 
24AX, 24.0 
KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 97 . . .

2279251 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905910 BREAKER 
2412, 24.0 
KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 79 . . .

2279264 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905923 BREAKER 
2408, 24.0 
KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 76 . . .

2281025 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907535 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2710986 STATION 
WEAVER 
RET, 
1709, 
100.0 KV

42924245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 11/8/2021 11/8/2021 11/8/2021 11/8/2021 23 0

2256066 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894387 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257484 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894388 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01
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2259639 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894388 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261403 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894388 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2276437 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903329 BREAKER 
1202, 
12.47 KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 62 58 48

2276440 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903332 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2277645 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904436 BREAKER 
1203, 
12.47 KV

2710988 STATION 
WHITE 
CROSS 
RET, 
5083, 
44.0 KV

42764486 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 53 58 52

20422182 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903747 BREAKER 
LEXINGTO
N BL S, 
100.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0
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20422183 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903746 BREAKER 
LEXINGTO
N BL N, 
100.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 2

2215130 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891368 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 OFF

2215131 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891369 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 OFF

2279583 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906221 BREAKER 
ABBOTTS 
CREEK, 
44.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2279754 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906374 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2280326 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906891 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2280421 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906980 BREAKER 
LEXINGTO
N CITY DEL 
2, 44.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0
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2280423 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906982 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2280693 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907224 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710825 STATION 
ABBOTTS 
CREEK 
TIE, 
1003, 
100.0 KV

42764716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2275468 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905078 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708873 STATION 
AIR 
PRODUC
TS & 
CHEMIC
ALS INC, 
3010, 
100.0 KV

42763531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2841835 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892822 CAPACITO
R BANK 
1A, 4.16 
KV, 3,600.0 
KVAR

2708873 STATION 
AIR 
PRODUC
TS & 
CHEMIC
ALS INC, 
3010, 
100.0 KV

42763531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 ON

2275377 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027454 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711352 STATION 
AMERIC
AN 
EXPRESS 
STA 1, 
2070, 0.0 
KV

42761967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 214 220 216

2373394 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027455 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2711352 STATION 
AMERIC
AN 
EXPRESS 
STA 1, 
2070, 0.0 
KV

42761967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2396366 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3027482 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2711352 STATION 
AMERIC
AN 
EXPRESS 
STA 1, 
2070, 0.0 
KV

42761967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 OFF
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2396367 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3027480 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2711352 STATION 
AMERIC
AN 
EXPRESS 
STA 1, 
2070, 0.0 
KV

42761967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2 OFF

2275378 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027456 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711353 STATION 
AMERIC
AN 
EXPRESS 
STA 2, 
2071, 0.0 
KV

42764388 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 219 223 221

2373393 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027457 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2711353 STATION 
AMERIC
AN 
EXPRESS 
STA 2, 
2071, 0.0 
KV

42764388 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0

2396364 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3027483 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2711353 STATION 
AMERIC
AN 
EXPRESS 
STA 2, 
2071, 0.0 
KV

42764388 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 OFF

2396365 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3027484 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2711353 STATION 
AMERIC
AN 
EXPRESS 
STA 2, 
2071, 0.0 
KV

42764388 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 OFF

20560071 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42171049 BREAKER 
100KV BUS 
JCT, 
100.000 KV

2709498 STATION 
BELAIR 
SW STA, 
2039, 
100.000 
KV

42761848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

20560072 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42171051 BREAKER 
LAKE 
JEANETTE 
WH, 
100.000 KV

2709498 STATION 
BELAIR 
SW STA, 
2039, 
100.000 
KV

42761848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0
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20560073 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42171052 BREAKER 
KERNERSVI
LLE WH, 
100.000 KV

2709498 STATION 
BELAIR 
SW STA, 
2039, 
100.000 
KV

42761848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

20560074 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42171053 BREAKER 
KERNERSVI
LLE BL, 
100.000 KV

2709498 STATION 
BELAIR 
SW STA, 
2039, 
100.000 
KV

42761848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

20560079 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42171054 BREAKER 
LAKE 
JEANETTE 
BL, 
100.000 KV

2709498 STATION 
BELAIR 
SW STA, 
2039, 
100.000 
KV

42761848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2273956 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901154 BREAKER 
24KV HT, 
24.0 KV

2709074 STATION 
CAROLIN
A 
DRAWER
S INC, 
3734, 
24.0 KV

42764630 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68

2256804 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893541 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261711 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894327 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral
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2261712 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894327 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2261713 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894327 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2261776 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893541 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2261777 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893541 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261778 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894329 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261779 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894329 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2261780 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894329 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01
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2273025 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900264 BREAKER 
1203, 
12.47 KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 173.3 134.5 116.1

2275676 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902612 BREAKER 
1204, 
12.47 KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 185.5 156.5 135.8

2275677 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902613 BREAKER 
1201, 
12.47 KV

2708918 STATION 
CLIMAX 
RET, 
3406, 
44.0 KV

42762750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 163.3 125.8 171

20431236 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901727 BREAKER 
100KV HT, 
100.0 KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52

20778158 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905789 BREAKER 
24AX, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324

20778159 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905790 BREAKER 
2405, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 296 296 294

20778160 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905791 BREAKER 
2412, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 331 171 195 172
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20778193 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905996 BREAKER 
2411, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 1 407 404 403

2215597 3A CAPACITO
R

2893144 CAPACITO
R BANK 
3A, 0.0 KV, 
6,300.0 
KVAR

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1449 OFF

2215797 2A CAPACITO
R

2893145 CAPACITO
R BANK 
2A, 0.0 KV, 
6,000.0 
KVAR

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2650 OFF

2255233 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,157.0 
AMPS

LTC 2860913 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2255235 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,157.0 
AMPS

LTC 2860914 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2273009 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900252 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139

2273263 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900498 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 447
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2274243 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901432 BREAKER 
2406, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 287 314 279

2274579 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901750 BREAKER 
2410, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 109 142 107

2274580 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901751 BREAKER 
2407, 24.0 
KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 418 232 230 231

2279450 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906097 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37

2447767 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906099 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708919 STATION 
COLFAX 
RET, 
1662, 
100.0 KV

42762585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2273493 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900718 BREAKER 
COLONIAL 
PIPE 
GBORO 
TAP, 100.0 
KV

2708921 STATION 
COLONI
AL PIPE 
GBORO 
TAP, 
1031, 
100.0 KV

42761931 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2214325 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891623 CAPACITO
R BANK 
1A, 4.16 
KV, 3,600.0 
KVAR

2708920 STATION 
COLONI
AL PIPE 
GBORO, 
1034, 
100.0 KV

42762128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89
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2275446 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905080 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708920 STATION 
COLONI
AL PIPE 
GBORO, 
1034, 
100.0 KV

42762128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71

2276494 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903383 BREAKER 
COLONIAL 
PIPE 
LEXINGTO
N TAP, 
100.0 KV

2709369 STATION 
COLONI
AL PIPE 
LEXINGT
ON TAP, 
1303, 
100.0 KV

42761939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2214029 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892574 CAPACITO
R BANK 
3A, 13.0 
KV, 3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214030 3B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892575 CAPACITO
R BANK 3B, 
13.0 KV, 
3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214031 3C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892576 CAPACITO
R BANK 3C, 
13.0 KV, 
3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214233 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892577 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2214234 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892578 CAPACITO
R BANK 1B, 
13.0 KV, 
3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215159 1C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892579 CAPACITO
R BANK 1C, 
13.0 KV, 
3,600.0 
KVAR

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277496 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904302 BREAKER 
CBK 
1A&1B&1C 
BRK, 13.0 
KV

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2280601 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907141 BREAKER 
CBK 
3A&3B&3C 
BRK, 13.0 
KV

2708922 STATION 
CONE 
DENIM 
LLC 
WHITE 
OAK PL, 
1249, 
100.0 KV

42763763 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2278416 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905120 BREAKER 
CONE M 
GBORO 
CENTRAL 
POWER 
TAP, 100.0 
KV

2708923 STATION 
CONE 
DENIM 
WHITE 
OAK PL 
TAP, 
1421, 
100.000 
KV

42761825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

20603149 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903051 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 647 730 699
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20603192 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905708 BREAKER 
2411, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 310 380 372

20603193 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905709 BREAKER 
2412, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 367 383 372

2215593 2A CAPACITO
R

2893154 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 OFF

2215594 1A CAPACITO
R

2893153 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215595 3A CAPACITO
R

2893155 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 OFF

2255024 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859100 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2255314 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2859102 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06
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2272999 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900242 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2273195 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900430 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2273196 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900431 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2275951 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902877 BREAKER 
2410, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 230 320 267

2275952 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902878 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 437 595 437

2275953 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902879 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0 0

2275958 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902884 BREAKER 
24AX, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0 0

M-100 Sub 163 
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2275962 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902887 BREAKER 
2409, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 353 566 430

2276095 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903018 BREAKER 
2404, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 387 572 368

2276115 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903037 BREAKER 
2403, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 192 212 135

2276129 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903047 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0 0

2278921 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905599 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 490 718 573

2426850 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,320.0 
AMPS

LTC 2859101 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708950 STATION 
DENNY 
RD RET, 
1506, 
100.0 KV

42762766 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2260271 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894222 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 Neutral

M-100 Sub 163 
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2261191 1210,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894222 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R01

2261239 1210,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894222 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2274142 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901336 BREAKER 
1210, 
12.47 KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 240 256 235

2275012 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902152 BREAKER 
100KV HT, 
100.0 KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 1

2279679 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906305 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2428932 1211,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3066237 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R01

2434031 1211,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3066237 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 Neutral

M-100 Sub 163 
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2434033 1211,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3066237 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R01

2452145 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3066212 BREAKER 
1211, 
12.47 KV

2709118 STATION 
DENTON 
RET, 
1591, 
100.0 KV

42763203 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 257 271 262

20572566 0403, 
REGULATO
R 1PH, 
PHASE X, 
2.400 KV, 
2,500.0 KV

REGULATO
R

2894498 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

20574123 0403, 
REGULATO
R 1PH, 
PHASE Y, 
100.000 KV

REGULATO
R

2894498 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

20574156 0403, 
REGULATO
R 1PH, 
PHASE Z, 
100.000 KV

REGULATO
R

2894498 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2277930 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904703 BREAKER 
0402, 4.16 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 95 75 93

2279012 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905687 BREAKER 
24KV HT, 
24.0 KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 68 76 68
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2280285 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906856 BREAKER 
0403, 4.16 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 198 185 205

2280629 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907166 BREAKER 
0401, 4.16 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 133 195 132

2411888 0401,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894488 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2411889 0401,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894488 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2411890 0401,REGU
LATOR 
1PH,PHASE 
C, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894488 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2411906 0402,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894491 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2411908 0402,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894491 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2411910 0402,REGU
LATOR 
1PH,PHASE 
C, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894491 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708951 STATION 
E 
MARKET 
ST DIST, 
3629, 
24.000 
KV

42763266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2214024 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891417 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 OFF

2214025 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891416 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF

2255072 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860672 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2255074 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860673 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2273077 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900315 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0

2275203 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902303 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0
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2275714 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902649 BREAKER 
1210, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 360 363 342

2275733 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902667 BREAKER 
12AX, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0 0

2276154 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903072 BREAKER 
1209, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 373 326 316

2277578 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904372 BREAKER 
1212, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 227 221 218

2277581 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904375 BREAKER 
1211, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 323 302 335

2277582 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904376 BREAKER 
1207, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 400 359 367

2277615 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904407 BREAKER 
1208, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 276 282 288
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2279878 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906489 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2280649 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907185 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 650 650 650

2280652 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907188 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

2280654 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907190 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710115 STATION 
E 
THOMAS
VILLE 
RET, 
1369, 
100.0 KV

42763925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 600 600 600

2215809 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891397 CAPACITO
R BANK 01, 
100.0 KV, 
21,600.0 
KVAR

2708976 STATION 
ENERGY
UNITED 
EMC DEL 
32, 1520, 
100.0 KV

42763454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 OFF

2278548 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905246 BREAKER 
CBK 1 BRK, 
100.0 KV

2708976 STATION 
ENERGY
UNITED 
EMC DEL 
32, 1520, 
100.0 KV

42763454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2280156 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906738 BREAKER 
ENERGY 
UNITED 
DEL 32, 
100.0 KV

2708976 STATION 
ENERGY
UNITED 
EMC DEL 
32, 1520, 
100.0 KV

42763454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0
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2277117 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903969 BREAKER 
100KV HT, 
100.0 KV

2710275 STATION 
ENERGY
UNITED 
EMC DEL 
35, 1529, 
100.0 KV

42763823 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2258160 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893783 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2259893 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R14

2260314 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R14

2260322 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893782 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11

2260323 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893783 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2260340 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R14
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2260561 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893782 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

2261080 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893783 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R11

2261271 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893782 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2274221 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901411 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 889 873 888

2274291 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901477 BREAKER 
1201, 
12.47 KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 370 371 372

2274292 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901478 BREAKER 
1203, 
12.47 KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 252 230 209

2274293 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901479 BREAKER 
1204, 
12.47 KV

2710792 STATION 
FAIR 
GROVE 
RET, 
2575, 
100.0 KV

42762825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 236 245 264
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2255310 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860714 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2255329 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860713 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2255331 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860712 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L02

2273955 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901153 BREAKER 
2411, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 145 151 155

2274271 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901459 BREAKER 
2412, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 186 194 190

2274412 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901591 BREAKER 
2405, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 113 103 194

2276078 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903001 BREAKER 
2404, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 193 178 135
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2276079 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903002 BREAKER 
24AX, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 0 0 0

2276124 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903042 BREAKER 
2403, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 179 188 195

2276854 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903717 BREAKER 
100KV HT 
WH, 100.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2276875 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903737 BREAKER 
100KV HT 
BL, 100.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2277071 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903927 BREAKER 
2410, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 274 259 332

2278036 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904791 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0 0

2278037 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904792 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0 0
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2278767 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905456 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 440 450 455

2278768 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905457 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 635 670 700

2278769 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905458 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 590 580 620

2278770 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905459 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2278771 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905460 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

2278778 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905467 BREAKER 
2408, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 315 361 395

2278781 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905470 BREAKER 
2407, 24.0 
KV

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 320 303 309
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2830679 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891591 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 ON

2830706 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891592 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 ON

2830707 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891593 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 OFF

2830714 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891594 CAPACITO
R BANK 3B, 
24.0 KV, 
3,600.0 
KVAR

2710174 STATION 
FAIRFAX 
RD RET, 
1264, 
100.0 KV

42762724 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 OFF

2274795 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901951 BREAKER 
0401, 4.16 
KV

2708952 STATION 
FERNWO
OD DIST, 
3686, 
24.000 
KV

42762877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 265 264 317

2274796 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901952 BREAKER 
0403, 4.16 
KV

2708952 STATION 
FERNWO
OD DIST, 
3686, 
24.000 
KV

42762877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 294 297 260

2256295 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894324 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708953 STATION 
FRANKLI
N BLVD 
DIST, 
3735, 
24.000 
KV

42764755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L03
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2378119 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042608 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2708953 STATION 
FRANKLI
N BLVD 
DIST, 
3735, 
24.000 
KV

42764755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 112 88 116

2387806 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901061 BREAKER 
1201, 
12.47 KV

2708953 STATION 
FRANKLI
N BLVD 
DIST, 
3735, 
24.000 
KV

42764755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 261 148 172

20388116 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2906062 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339

20388117 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2906060 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 323

20388118 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2905345 BREAKER 
2405, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 243 238 232

20388119 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2906058 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324

20388120 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2905387 BREAKER 
2406, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 354 261 297 317
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20388121 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2900376 BREAKER 
2412, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 77 78 78

20388122 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2905487 BREAKER 
2409, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 345 346 343

20388123 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2905498 BREAKER 
2410, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 85 87 84

20388124 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2901507 BREAKER 
2411, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 146 151 148

20388125 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2904870 BREAKER 
24AX, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 347

2215415 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893264 CAPACITO
R BANK 3B, 
24.0 KV, 
7,200.0 
KVAR

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255164 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860794 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11
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2255185 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860792 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11

2278045 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904800 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 780

2278942 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905619 BREAKER 
2407, 24.0 
KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 240 242 240

2279923 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906530 BREAKER 
100KV HT, 
100.0 KV

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2841856 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891580 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2708954 STATION 
FRIENDS
HIP RET, 
1370, 
100.0 KV

42763197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 780 OFF

2256531 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893863 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2256554 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894361 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral
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2256555 1203,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894361 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2256616 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893863 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2258963 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893863 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2259125 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894361 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R10

2274797 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901953 BREAKER 
1203, 
12.47 KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 163 209 162

2274798 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901954 BREAKER 
1202, 
12.47 KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 42 52 66

2430322 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058795 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

M-100 Sub 163 
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2448586 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893006 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708883 STATION 
GATEWO
OD RET, 
3772, 
44.0 KV

42762848 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 029 OFF

2259868 0401,REGU
LATOR 
1PH,PHASE 
Y, 100.0 
KVA

REGULATO
R

2894287 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2708955 STATION 
GENERA
L 
GREENE 
DIST, 
1182, 
24.000 
KV

42763386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2259869 0401,REGU
LATOR 
1PH,PHASE 
X, 100.0 
KVA

REGULATO
R

2894287 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2708955 STATION 
GENERA
L 
GREENE 
DIST, 
1182, 
24.000 
KV

42763386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

2261486 0401,REGU
LATOR 
1PH,PHASE 
Z, 100.0 
KVA

REGULATO
R

2894287 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2708955 STATION 
GENERA
L 
GREENE 
DIST, 
1182, 
24.000 
KV

42763386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R10

2275649 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902585 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2708955 STATION 
GENERA
L 
GREENE 
DIST, 
1182, 
24.000 
KV

42763386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 565 0 52 46 54

2280638 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907174 BREAKER 
0401, 4.16 
KV

2708955 STATION 
GENERA
L 
GREENE 
DIST, 
1182, 
24.000 
KV

42763386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 387 0 353 267 282

20000036 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894272 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

M-100 Sub 163 
PSDR2-2



20000037 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894272 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

20016067 STOCK 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894272 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20434189 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906672 BREAKER 
100KV HT, 
100.0 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

20490322 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894269 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20490424 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894269 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

20490427 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894269 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

20897385 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901691 BREAKER 
1207, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0 283 255 225

M-100 Sub 163 
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2255445 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894271 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2277439 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904246 BREAKER 
1208, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 244 263 281

2278078 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904826 BREAKER 
12AX, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0 0

2280024 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906621 BREAKER 
1204, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 238 246 251

2280494 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907050 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 501 504 481

2280947 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907466 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 513 507 497

2280948 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907467 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

M-100 Sub 163 
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2368526 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894273 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2374004 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894273 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2374007 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894273 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708977 STATION 
GLENOL
A RET, 
1589, 
100.0 KV

42765063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20656696 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902587 BREAKER 
BUS 5&8 
24KV TIE, 
24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 0 0 0

2213835 5B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891661 CAPACITO
R BANK 5B, 
24.0 KV, 
3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 OFF

2213977 9A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891600 CAPACITO
R BANK 
9A, 24.0 
KV, 3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1757 OFF

2213978 9B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891601 CAPACITO
R BANK 9B, 
24.0 KV, 
3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1314 OFF

M-100 Sub 163 
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2214204 6C,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891665 CAPACITO
R BANK 6C, 
24.0 KV, 
3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1359 OFF

2214849 5C,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891662 CAPACITO
R BANK 5C, 
24.0 KV, 
3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 969 OFF

2214850 6A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891663 CAPACITO
R BANK 
6A, 24.0 
KV, 3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1026 OFF

2214851 5A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891660 CAPACITO
R BANK 
5A, 24.0 
KV, 3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 464 OFF

2214855 6B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891664 CAPACITO
R BANK 6B, 
24.0 KV, 
3,600.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 932 OFF

2215352 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891784 CAPACITO
R BANK 02, 
100.0 KV, 
100,800.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215466 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891783 CAPACITO
R BANK 01, 
100.0 KV, 
100,800.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

M-100 Sub 163 
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2215522 3B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893403 CAPACITO
R BANK 3B, 
4.16 KV, 
2,400.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 OFF

2215523 3A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891669 CAPACITO
R BANK 
3A, 4.16 
KV, 2,400.0 
KVAR

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1502 OFF

2255018 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859085 TRANSFOR
MER 
09,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2255271 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2859087 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2255350 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859088 TRANSFOR
MER 
07,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2255351 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859089 TRANSFOR
MER 
08,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255356 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859086 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

M-100 Sub 163 
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2257269 04AX,REG
ULATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893768 REGULATO
R 
04AX,PHAS
E 0.0, 2.4 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral

2257270 04AX,REG
ULATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893768 REGULATO
R 
04AX,PHAS
E 0.0, 2.4 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral

2257290 04AX,REG
ULATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893768 REGULATO
R 
04AX,PHAS
E 0.0, 2.4 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral

2258621 0407,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894299 REGULATO
R 
0407,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2258622 0407,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894299 REGULATO
R 
0407,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2258640 0408,REGU
LATOR 
1PH,PHASE 
Z, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894300 REGULATO
R 
0408,PHAS
E 0.0, 0.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258702 0406,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894298 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

M-100 Sub 163 
PSDR2-2



2260041 0407,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894299 REGULATO
R 
0407,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2260308 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894297 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2260584 0408,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894300 REGULATO
R 
0408,PHAS
E 0.0, 0.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261507 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894294 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2261508 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894294 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261532 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894294 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261533 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894296 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

M-100 Sub 163 
PSDR2-2



2261534 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894296 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2261535 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894296 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261536 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894297 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2261550 0406,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894298 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261551 0406,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894298 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261640 0409,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894301 REGULATO
R 
0409,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2261641 0409,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894301 REGULATO
R 
0409,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

M-100 Sub 163 
PSDR2-2



2261642 0409,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894301 REGULATO
R 
0409,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261643 0410,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894302 REGULATO
R 
0410,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R16

2261644 0410,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894302 REGULATO
R 
0410,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261645 0411,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894303 REGULATO
R 
0411,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261646 0411,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894303 REGULATO
R 
0411,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2261647 0411,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894303 REGULATO
R 
0411,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261648 0412,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894304 REGULATO
R 
0412,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

M-100 Sub 163 
PSDR2-2



2261649 0412,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894304 REGULATO
R 
0412,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261690 0408,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894300 REGULATO
R 
0408,PHAS
E 0.0, 0.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261766 0412,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894304 REGULATO
R 
0412,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261767 0410,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894302 REGULATO
R 
0410,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2261775 0405,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894297 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2273311 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900545 BREAKER 
0406, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 180 174 141

2273312 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900546 BREAKER 
0403, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 236 194 281

M-100 Sub 163 
PSDR2-2



2273313 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900547 BREAKER 
0405, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 121 189 181

2273314 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900548 BREAKER 
0411, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 143 118 169 95

2273315 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900549 BREAKER 
0412, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 134 137 173

2273316 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900550 BREAKER 
0409, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 223 177 200 261

2273317 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900551 BREAKER 
0410, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 145 205 166

2273318 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900552 BREAKER 
0404, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 208 311 223

2273319 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900553 BREAKER 
0408, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 497 221 236 262

M-100 Sub 163 
PSDR2-2



2273320 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900554 BREAKER 
0407, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 242 247 249 304

2273529 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900754 BREAKER 
DEEP 
RIVER BL, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2273530 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900755 BREAKER 
DEEP 
RIVER WH, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 603 0

2273535 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900760 BREAKER 
GREENSBO
RO WH, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2273536 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900761 BREAKER 
GREENSBO
RO BL, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2273546 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900771 BREAKER 
GUILFORD 
WH, 100.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2274073 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901270 BREAKER 
04AX, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 300 0 0 0
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2274181 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901373 BREAKER 
BK 9 24KV 
LT, 24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 492 492 497

2274694 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901860 BREAKER 
2411, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 218 215 227

2274695 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901861 BREAKER 
2416, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 195 203 199

2274698 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901864 BREAKER 
2418, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 238 227 230

2274749 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901909 BREAKER 
2414, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 284 101 103 96

2274750 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901910 BREAKER 
2412, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339 236 257 263

2274752 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901912 BREAKER 
BK 5 24KV 
LT, 24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 431 457 442
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2274753 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901913 BREAKER 
2402, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 61 66 58

2274850 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902005 BREAKER 
CBK 3A 
BRK, 4.16 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 626 340 344 339

2275130 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902235 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 0

2275156 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902257 BREAKER 
PAGE BL, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2275652 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902588 BREAKER 
BUS 8&9 
24KV TIE, 
24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 722 0 0 0 0

2276961 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903818 BREAKER 
PAGE WH, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 796 0

2277049 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903905 BREAKER 
BK 6&7 
100KV HT, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 625 0
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2277050 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903906 BREAKER 
BK 5&8&9 
100KV HT, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2277057 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903913 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 614 0

2277184 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904025 BREAKER 
CBK 
5A&5B&5C 
BRK, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 409 0 0 0 0

2277188 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904028 BREAKER 
CBK 
6A&6B&6C 
BRK, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 0 0 0 0

2277195 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904034 BREAKER 
CBK 
9A&9B 
BRK, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 410 0 0 0 0

2277684 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904472 BREAKER 
GUILFORD 
BL, 100.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 171 0

2278470 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905168 BREAKER 
CBK 2 BRK, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 700 0
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2278473 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905171 BREAKER 
CBK 1 BRK, 
100.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2279675 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906301 BREAKER 
BK 7 24KV 
LT, 24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 171 0 616 647 661

2280008 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906606 BREAKER 
BK 6 24KV 
LT, 24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 235 0 637 657 681

2280179 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906757 BREAKER 
BUS 6&8 
24KV TIE, 
24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 499 0 0 0 0

2378093 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900330 BREAKER 
2407, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 231 274 281 285

2378094 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903285 BREAKER 
2405, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 285 295 308

2378095 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903286 BREAKER 
2404, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 207 227 214
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2378096 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903288 BREAKER 
24AX, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 186 0 0 0

2378098 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903287 BREAKER 
BUS 7&8 
24KV TIE, 
24.0 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 167 0 0 0

2378102 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903284 BREAKER 
2417, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 170 93 100 107

2378104 BREAKER 
VAC, 
UNKNOW
N PH, 24.0 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901914 BREAKER 
2401, 24.0 
KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 208 184 188 201

2844157 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900818 BREAKER 
BK 3 
4.16KV LT, 
12.47 KV

2708956 STATION 
GREENS
BORO 
MN, 
1178, 
115.0 KV

42763354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 1647 1907 1920

20242624 CAP 1A CAPACITO
R

2892589 CAPACITO
R BANK 
1A, 2.4 KV, 
1,800.0 
KVAR

2708957 STATION 
GREENS
BORO 
TOWNSE
ND 
FILTER 
PL, 3825, 
44.0 KV

42762117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 655 OFF
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20242625 CAP 1B CAPACITO
R

2892590 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2708957 STATION 
GREENS
BORO 
TOWNSE
ND 
FILTER 
PL, 3825, 
44.0 KV

42762117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 OFF

2255346 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861053 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2255349 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860722 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2274923 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902072 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 277 294 221

2274924 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902073 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0 0 0

2274925 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902074 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 245 250 230

2275028 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902164 BREAKER 
2406, 24.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 277 294 221
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2275029 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902165 BREAKER 
2403, 24.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 243 249 230

2276881 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903743 BREAKER 
100KV HT, 
100.0 KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2372146 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032964 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 314 316 421

2387927 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032961 BREAKER 
1209, 13.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 153 170 214

2387929 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032962 BREAKER 
1210, 13.0 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 172 151 220

2392846 1209,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033068 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2392852 1209,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033068 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2392853 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033067 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2392855 1210,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033067 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2392856 1209,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033068 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2392859 1210,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3033067 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708958 STATION 
GROOM
TOWN 
RET, 
1568, 
100.0 KV

42762591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2215089 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891386 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709117 STATION 
HEALING 
SPRINGS 
SS, 1236, 
100.0 KV

42763854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2415208 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906399 BREAKER 
ENERGYUN
ITED EMC 
DEL 41, 
100.0 KV

2709117 STATION 
HEALING 
SPRINGS 
SS, 1236, 
100.0 KV

42763854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

20726496 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905779 BREAKER 
1206, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 289 290 256
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20726497 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902699 BREAKER 
1207, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 124 146 190

20726499 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905741 BREAKER 
1208, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 339 359 350

20726502 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905778 BREAKER 
1205, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 306 292 297

20726504 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904525 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

20726553 BREAKER 
VAC, 
27.000 KV, 
27.6 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42473296 BREAKER 
2411, 
24.000 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 16 17 16
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20726555 BREAKER 
VAC, 
27.000 KV, 
27.6 KV, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42473285 BREAKER 
BK 3 24KV 
LT, 24.000 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 16 17 16

20760935 LTC TYPE 
VACUUM

LTC 42473328 TRANSFOR
MER 03, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215849 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893065 CAPACITO
R BANK 
2A, 12.47 
KV, 4,500.0 
KVAR

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 OFF

2215897 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893395 CAPACITO
R BANK 2B, 
12.47 KV, 
4,800.0 
KVAR

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 OFF

2215902 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3026712 CAPACITO
R BANK 1B, 
12.47 KV, 
4,800.0 
KVAR

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 004 OFF

2215903 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3026711 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 003 ON

2255246 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859312 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R07

2255303 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 3026063 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08
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2274385 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901564 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 100 105 110

2274431 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901608 BREAKER 
1204, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 319 348 333

2275016 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026059 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 1616 1618 1621

2275017 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026057 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 0 0

2275191 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902291 BREAKER 
1203, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 341 332 347

2279370 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906020 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 1576 1583 1582

2439093 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3066724 BREAKER 
1202, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 175 174 150
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2439094 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060275 BREAKER 
1201, 
12.47 KV

2710206 STATION 
HEATH 
RET, 
1688, 
100.0 KV

42764788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 403 400 414

2215333 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892482 CAPACITO
R BANK 
1A, 0.48 
KV, 1,500.0 
KVAR

2710790 STATION 
HENNIGE
S 
AUTOM
OTIVE 
NC, 
5184, 
44.0 KV

42764795 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1560 OFF

2215334 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892639 CAPACITO
R BANK 1B, 
0.48 KV, 
1,900.0 
KVAR

2710790 STATION 
HENNIGE
S 
AUTOM
OTIVE 
NC, 
5184, 
44.0 KV

42764795 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 681 OFF

2277126 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903978 BREAKER 
HIGH 
POINT CITY 
S3 D2, 
100.0 KV

2708006 STATION 
HIGH 
POINT 
CITY DEL 
3, 1495, 
100.0 KV

42762758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2277127 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903979 BREAKER 
HIGH 
POINT CITY 
S3 D1, 
100.0 KV

2708006 STATION 
HIGH 
POINT 
CITY DEL 
3, 1495, 
100.0 KV

42762758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2273829 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901041 BREAKER 
LINDEN ST 
BL TAP, 
100.0 KV

2708705 STATION 
HIGH 
POINT 
CITY DEL 
4, 1825, 
100.0 KV

42763747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2275579 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902523 BREAKER 
LINDEN ST 
WH TAP, 
100.0 KV

2708705 STATION 
HIGH 
POINT 
CITY DEL 
4, 1825, 
100.0 KV

42763747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

M-100 Sub 163 
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20176653 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904828 BREAKER 
12AX, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0

2213894 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891401 CAPACITO
R BANK 3B, 
12.47 KV, 
3,000.0 
KVAR

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 OFF

2213895 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891400 CAPACITO
R BANK 
3A, 12.47 
KV, 3,000.0 
KVAR

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 ON

2213896 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891402 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 OFF

2213897 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891403 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF

2255092 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860595 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2255102 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860594 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

M-100 Sub 163 
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2274724 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901887 BREAKER 
1208, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 230 203 199

2277489 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904295 BREAKER 
1212, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 219 222 211

2277500 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904306 BREAKER 
1207, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 197 215 256

2277614 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904406 BREAKER 
1211, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0 203 232 230

2277732 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904518 BREAKER 
1206, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 304 299 290

2279485 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906128 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0 0

2279486 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906129 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 500 500 500

M-100 Sub 163 
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2279487 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906130 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 500 500 500

2280493 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907049 BREAKER 
1210, 
12.47 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 294 276 309

2280594 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907135 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0

2280598 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907138 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 0 0 0

2873435 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41246428 BREAKER 
1209, 
12.470 KV

2708519 STATION 
HOLLY 
HILL RET, 
1382, 
100.0 KV

42764695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0 0

2279867 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906478 BREAKER 
HOLLY HILL 
TAP, 100.0 
KV

2707990 STATION 
HOLLY 
HILL 
TAP, 
1381, 
100.0 KV

42761862 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 204 214 208

20243115 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41342330 BREAKER 
2406, 
24.000 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 314 305 260

M-100 Sub 163 
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20243118 LTC TYPE 
UNKNOW
N, 24.000 
KV, LTC 
UNKNOW
N

LTC 41341276 TRANSFOR
MER 02, 
PHASE 
UNKNOW
N, 100.000 
KV, 24.000 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2214208 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891586 CAPACITO
R BANK 1B, 
24.0 KV, 
3,000.0 
KVAR

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3 OFF

2214209 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891585 CAPACITO
R BANK 
1A, 24.0 
KV, 3,000.0 
KVAR

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3 OFF

2214294 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891587 CAPACITO
R BANK 
3A, 24.0 
KV, 3,000.0 
KVAR

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3 OFF

2215068 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891588 CAPACITO
R BANK 3B, 
24.0 KV, 
3,000.0 
KVAR

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3 OFF

2255112 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860800 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2255114 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860799 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

M-100 Sub 163 
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2273274 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900509 BREAKER 
2413, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 244 0 0 0

2274883 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902038 BREAKER 
2408, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 120 130 116

2274884 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902039 BREAKER 
2416, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 360 298 314 272

2274885 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902040 BREAKER 
2415, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 144 164 132

2274886 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902041 BREAKER 
2414, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 222 227 311

2274887 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902042 BREAKER 
24AX, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 316 0 0 0

2274888 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902043 BREAKER 
2409, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342 338 337 258

M-100 Sub 163 
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2274889 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902044 BREAKER 
2407, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 270 209 251

2275882 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902810 BREAKER 
100KV HT, 
100.0 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 934

2278039 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904794 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 536 0 0 0 0

2278040 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904795 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 649 0 0 0 0

2451613 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906085 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 651 692 692

2451614 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906082 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 682 620 603

2848566 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906086 BREAKER 
BUS 2&3 
24KV TIE, 
24.000 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 108 0 0 0

M-100 Sub 163 
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2848569 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41342331 BREAKER 
BK 2 LT 
BRK, 
24.000 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 339 337 259

2866178 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41342329 BREAKER 
BUS 1&2 
24KV TIE, 
24.000 KV

2708959 STATION 
JESSUPT
OWN 
RET, 
1070, 
100.0 KV

42764583 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 0 0

2214243 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891803 CAPACITO
R BANK 
1A, 24.0 
KV, 4,200.0 
KVAR

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 OFF

2215846 3A CAPACITO
R

2893152 CAPACITO
R BANK 
3A, 0.0 KV, 
6,300.0 
KVAR

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 OFF

2255116 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859581 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2255306 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859580 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2273199 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900434 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76
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2275157 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902258 BREAKER 
2409, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 340 302 298

2275198 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902298 BREAKER 
2406, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 372 373 323

2275206 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902305 BREAKER 
2410, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 394 337 436

2276966 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903822 BREAKER 
100KV HT, 
100.0 KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2277092 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903946 BREAKER 
2407, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 338 325 352

2277104 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903958 BREAKER 
2411, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 201 191 148

2278127 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904871 BREAKER 
24AX, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0
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2278773 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905462 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 877 856 828

2278775 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905464 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 947 891 899

2278776 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905465 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

2278967 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905643 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2279122 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905787 BREAKER 
2405, 24.0 
KV

2708960 STATION 
KILDARE 
RET, 
1345, 
100.0 KV

42763073 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 340 336 343

2215812 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893192 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 OFF
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2215813 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893193 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 OFF

2215814 2C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893194 CAPACITO
R BANK 2C, 
12.47 KV, 
5,400.0 
KVAR

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 ON

2215815 2D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893195 CAPACITO
R BANK 
2D, 12.47 
KV, 3,600.0 
KVAR

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2276935 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903795 BREAKER 
100KV HT 
BOONE BL, 
100.0 KV

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2279626 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906258 BREAKER 
100KV HT 
BOONE 
WH, 100.0 
KV

2709076 STATION 
KIMBERL
Y CLARK 
LEXINGT
ON M, 
1632, 
100.0 KV

42761994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

20432343 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  26 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906954 BREAKER 
1201, 
12.47 KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 271 219.2 247.4
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20432351 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  26 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906832 BREAKER 
1202, 
12.47 KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 273.5 287.6 321.3

2261521 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894342 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261522 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894342 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R15

2261523 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894342 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261755 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893534 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2261756 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893534 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2261757 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893534 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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2273037 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900276 BREAKER 
1203, 
12.47 KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 279.3 248.5 253.8

2400068 1A,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2891990 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 OFF

2428910 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894341 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2428921 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894341 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R06

2433261 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894341 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708961 STATION 
KIMESVI
LLE RET, 
4060, 
44.0 KV

42764772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R07

2213904 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891615 CAPACITO
R BANK 
1A, 24.0 
KV, 4,200.0 
KVAR

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 OFF

2257964 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 114.3 
KVA

REGULATO
R

2894259 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R16

2259218 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894260 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R13

M-100 Sub 163 
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2259262 1203,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894260 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R15

2259361 1203,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894260 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R14

2260098 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 114.3 
KVA

REGULATO
R

2894259 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R16

2260114 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 114.3 
KVA

REGULATO
R

2894259 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R16

2260744 2405,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894261 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2260756 2405,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894261 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261411 2405,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894261 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

M-100 Sub 163 
PSDR2-2



2275031 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902167 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0

2275082 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902208 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 175 184 182

2275083 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902209 BREAKER 
2405, 24.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 156 193 290

2275084 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902210 BREAKER 
2412, 24.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 164 174 175

2275975 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902900 BREAKER 
1202, 
12.47 KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 147 170 156

2275978 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902903 BREAKER 
1203, 
12.47 KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 1 205 223 262

2280297 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906865 BREAKER 
100KV HT 
BL, 100.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

M-100 Sub 163 
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2280961 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907476 BREAKER 
100KV HT 
WH, 100.0 
KV

2708978 STATION 
KIVETT 
DR RET, 
1224, 
100.0 KV

42764013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2258789 2408,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893617 REGULATO
R 
2408,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2258790 2408,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893617 REGULATO
R 
2408,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2258862 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893616 REGULATO
R 
2407,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2259029 2407,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893616 REGULATO
R 
2407,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2259346 24AX,REG
ULATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893859 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259347 24AX,REG
ULATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893859 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
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2261652 24AX,REG
ULATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893859 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2272930 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900177 BREAKER 
2408, 24.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 303 434 366

2272933 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900180 BREAKER 
2407, 24.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 206 236 207

2274358 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901537 BREAKER 
24AX, 24.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 0 0

2277423 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904230 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 498 594 495

2368515 2407,REGU
LATOR 
1PH,PHASE 
A, 24.94 
KV, 
14,400.0 
KV, 484.0 
KVA

REGULATO
R

2893616 REGULATO
R 
2407,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2368517 2408,REGU
LATOR 
1PH,PHASE 
B, 24.94 
KV, 
14,400.0 
KV, 484.0 
KVA

REGULATO
R

2893617 REGULATO
R 
2408,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

M-100 Sub 163 
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2438602 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060860 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2438603 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060826 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 519 419 397

2448098 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060861 BREAKER 
2402, 24.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 278 293 277

2448100 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 24 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060859 BREAKER 
2401, 24.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 355 261 240

2448694 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060864 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2448695 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060864 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2448696 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060858 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral
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2448697 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060858 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2448698 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060858 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2448699 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3060864 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

2708711 STATION 
LAKE 
TOWNSE
ND RET, 
4078, 
100.0 KV

42762476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2277218 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904042 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710277 STATION 
LEXINGT
ON CITY 
DEL 1, 
1527, 
100.0 KV

42763169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 5

2277222 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904046 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710277 STATION 
LEXINGT
ON CITY 
DEL 1, 
1527, 
100.0 KV

42763169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2278493 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905191 BREAKER 
100KV HT, 
100.0 KV

2710277 STATION 
LEXINGT
ON CITY 
DEL 1, 
1527, 
100.0 KV

42763169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

20559831 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2900538 BREAKER 
2406, 24.0 
KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 199 204 197

M-100 Sub 163 
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20559885 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906654 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 110 110 110

20559886 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2900455 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 246 240 245

2213819 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891498 CAPACITO
R BANK 
2A, 24.0 
KV, 5,400.0 
KVAR

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 ON

2278395 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905100 BREAKER 
BOONE BL, 
100.0 KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2278441 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905141 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278445 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905145 BREAKER 
BK 6&7 
100KV HT, 
100.0 KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 2

2278490 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905188 BREAKER 
BOONE 
WH, 100.0 
KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

M-100 Sub 163 
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2448104 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905534 BREAKER 
2408, 24.0 
KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 246 240 245

2456787 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900444 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710276 STATION 
LEXINGT
ON MN, 
1124, 
100.0 KV

42763068 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 199 204 199

2255659 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894319 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2256788 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894319 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2256861 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894319 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2257940 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894320 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2260276 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894320 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2260593 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894320 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2273818 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901030 BREAKER 
24KV HT, 
24.0 KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 93 93 81

2273994 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901192 BREAKER 
0401, 4.16 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 448 421 447

2273996 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901194 BREAKER 
0402, 4.16 
KV

2708962 STATION 
LIBERTY 
HILL 
DIST, 
4136, 
24.000 
KV

42763916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 158 286 181

2214019 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891419 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 OFF

2214421 4A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891420 CAPACITO
R BANK 
4A, 24.0 
KV, 3,600.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 618 ON

2214422 4B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891421 CAPACITO
R BANK 4B, 
24.0 KV, 
3,600.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 450 OFF

M-100 Sub 163 
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2214424 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891422 CAPACITO
R BANK 
2A, 24.0 
KV, 3,600.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 OFF

2215598 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891423 CAPACITO
R BANK 01, 
100.0 KV, 
97,200.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 932 ON

2215697 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891424 CAPACITO
R BANK 02, 
100.0 KV, 
97,200.0 
KVAR

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 269 OFF

2255640 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894253 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2256351 2411,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894256 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256774 2404,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894254 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256775 2404,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894254 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
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2256778 2411,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894256 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256807 2412,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894257 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256808 2412,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894257 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258431 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894252 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258443 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894252 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2258463 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894252 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259149 2404,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894254 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2260286 2405,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894255 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260301 2405,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894255 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260492 2405,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894255 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261399 2412,REGU
LATOR 
1PH,PHASE 
B, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894257 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261400 2411,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894256 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2262082 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894251 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2262083 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894251 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04
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2262084 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894251 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2274472 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901647 BREAKER 
BK 4 
12.5KV LT, 
12.47 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 600 605 615

2274775 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901931 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

2274776 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901932 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

2275636 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902572 BREAKER 
RANDLEM
AN BL, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 1

2275815 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902746 BREAKER 
HIGH 
POINT BL, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2275816 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902747 BREAKER 
ARCHDALE 
WH, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0
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2275845 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902774 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2275846 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902775 BREAKER 
GREENSBO
RO BL, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2275847 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902776 BREAKER 
GREENSBO
RO WH, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2275850 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902779 BREAKER 
HIGH 
POINT WH, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2275851 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902780 BREAKER 
LEXINGTO
N BL, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 2

2275852 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902781 BREAKER 
LINDEN ST 
WH, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2275853 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902782 BREAKER 
LEXINGTO
N WH, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0
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2275854 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902783 BREAKER 
LINDEN ST 
BL, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2275855 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902784 BREAKER 
BK 4 100KV 
HT, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2276066 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902989 BREAKER 
2412, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 0 0 0

2276076 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902999 BREAKER 
2411, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 0 0 0

2276914 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903775 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2276925 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903785 BREAKER 
HIGH 
POINT 
CITY, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2277010 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903866 BREAKER 
ARCHDALE 
BL, 100.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0
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2277350 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904161 BREAKER 
CBK 
4A&4B 
BRK, 12.47 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 90 90 90

2278471 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905169 BREAKER 
CBK 1 BRK, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2278472 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905170 BREAKER 
CBK 2 BRK, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2278482 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905180 BREAKER 
RANDLEM
AN WH, 
100.0 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 2

2279341 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905994 BREAKER 
2405, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

2279342 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905995 BREAKER 
2404, 24.0 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 0 0

2373379 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906615 BREAKER 
1201, 
12.47 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 151 156 160
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2373384 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906313 BREAKER 
1202, 
12.47 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 256 308 319

2373385 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906314 BREAKER 
1203, 
12.47 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 245 293 271

2373387 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906769 BREAKER 
1204, 
12.47 KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 216 199 215

2435473 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894250 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2435474 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894250 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2435475 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894250 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708979 STATION 
LINDEN 
ST SW 
STA, 
1175, 
115.0 KV

42763899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2273126 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900364 BREAKER 
2402, 24.0 
KV

2708455 STATION 
LINWOO
D SS, 
1648, 
100.0 KV

42762487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 16 14 14
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2274257 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901446 BREAKER 
100KV HT 
WH, 100.0 
KV

2708455 STATION 
LINWOO
D SS, 
1648, 
100.0 KV

42762487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2276878 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903740 BREAKER 
100KV HT 
BL, 100.0 
KV

2708455 STATION 
LINWOO
D SS, 
1648, 
100.0 KV

42762487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2276123 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903041 BREAKER 
24KV HT, 
24.0 KV

2708963 STATION 
LORILLA
RD 
CORP, 
4175, 
24.0 KV

42761973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

20513101 0401, 
REGULATO
R 1PH, 
PHASE C, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893902 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

20513110 0401, 
REGULATO
R 1PH, 
PHASE A, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893902 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R02

20513162 0401, 
REGULATO
R 1PH, 
PHASE B, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893902 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

2257074 0405,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894286 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03
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2257268 0405,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894286 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R06

2257505 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894285 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R02

2257509 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894285 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R06

2257537 0405,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894286 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R02

2261315 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894285 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

2273324 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900557 BREAKER 
0401, 4.16 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 249 0 132 202 130

2273328 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900560 BREAKER 
0405, 4.16 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 137 99 181
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2273365 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900595 BREAKER 
0402, 4.16 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 277 147 169 169 164

2274920 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902069 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2709182 STATION 
MASONI
C DR 
DIST, 
1197, 
24.000 
KV

42762702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 460 62 72 74

20683525 BREAKER 
VAC, 
27.000 KV, 
27.6 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904866 BREAKER 
2405, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 221 217 295

2215773 1A CAPACITO
R

2891595 CAPACITO
R BANK 
1A, 0.0 KV, 
6,300.0 
KVAR

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 450 OFF

2255217 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860717 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2255307 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860716 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2273201 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900436 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0
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2273827 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901039 BREAKER 
2404, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 233 239 233

2275059 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902194 BREAKER 
100KV HT, 
100.0 KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2275227 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902326 BREAKER 
2407, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 209 153 168

2275238 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902331 BREAKER 
2411, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0 198 192 202

2275249 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902338 BREAKER 
2412, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 271 268 273

2277719 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904505 BREAKER 
24AX, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0 0

2278123 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904867 BREAKER 
2406, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 322 321 313
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2278124 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904868 BREAKER 
2410, 24.0 
KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 318 261 280

2278741 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905431 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0 0 0

2278777 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905466 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 800 778 823

2278779 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905468 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708964 STATION 
MERRITT 
DR RET, 
1446, 
100.000 
KV

42763195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 753 697 736

2213973 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891582 CAPACITO
R BANK 
2A, 24.0 
KV, 3,000.0 
KVAR

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 ON

2213974 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891583 CAPACITO
R BANK 2B, 
24.0 KV, 
3,000.0 
KVAR

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 OFF

2215416 3B CAPACITO
R

2893458 CAPACITO
R BANK 3B, 
0.0 KV, 
3,600.0 
KVAR

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 OFF
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2215484 3A CAPACITO
R

2893457 CAPACITO
R BANK 
3A, 0.0 KV, 
3,600.0 
KVAR

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 OFF

2255007 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860796 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2255348 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860795 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2273221 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900456 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 320 360 330

2273239 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900474 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0 360 384 452

2273299 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900533 BREAKER 
2407, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 298 336 308

2273306 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900540 BREAKER 
2412, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 360 384 452
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2274588 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901759 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 0 0

2275637 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902573 BREAKER 
100KV HT, 
100.0 KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2277180 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904022 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0 0

2277206 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904039 BREAKER 
24AX, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 0 0 0

2464266 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900539 BREAKER 
2408, 24.0 
KV

2708980 STATION 
MILLIS 
RET, 
1410, 
100.0 KV

42764852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 23 24 23

2215084 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891896 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2256308 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894326 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05
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2258488 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894326 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259872 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893476 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259873 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893476 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259874 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893476 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2260008 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894326 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2275691 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902626 BREAKER 
1201, 
12.47 KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 183 213 185

2277445 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904252 BREAKER 
1202, 
12.47 KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 191 195 194
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2277701 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904488 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708229 STATION 
MONRO
ETON 
RET, 
4316, 
44.0 KV

42764739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0

2255646 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893775 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708965 STATION 
MONTIC
ELLO 
RET, 
4318, 
44.0 KV

42763051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2257223 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894332 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708965 STATION 
MONTIC
ELLO 
RET, 
4318, 
44.0 KV

42763051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2274338 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901519 BREAKER 
1202, 
12.47 KV

2708965 STATION 
MONTIC
ELLO 
RET, 
4318, 
44.0 KV

42763051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 100 110 105

2274339 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901520 BREAKER 
1201, 
12.47 KV

2708965 STATION 
MONTIC
ELLO 
RET, 
4318, 
44.0 KV

42763051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 209 172 200

2273548 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900773 BREAKER 
MT HOPE 
CHURCH 
RD RET 
TAP, 100.0 
KV

2708967 STATION 
MT 
HOPE 
CHURCH 
RD RET 
TAP, 
1418, 
100.000 
KV

42761870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2214918 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891983 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 OFF
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2214921 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891984 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8 OFF

2274594 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901765 BREAKER 
1204, 
12.47 KV

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 26 25 26

2274610 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901780 BREAKER 
1203, 
12.47 KV

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 41 41 41

2276148 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903066 BREAKER 
1202, 
12.47 KV

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 28 31 33

2277599 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904391 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

2279188 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905851 BREAKER 
1205, 
12.47 KV

2708966 STATION 
MT 
HOPE 
CHURCH 
RD RET, 
1419, 
100.0 KV

42762485 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 12 13 12

2259256 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894224 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10
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2259263 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893839 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2259368 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894224 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2259408 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893839 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2260788 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893839 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2261703 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894224 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2274613 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901783 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 425 478 432

2274648 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901816 BREAKER 
1201, 
12.47 KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 176 165 173
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2274650 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901818 BREAKER 
1202, 
12.47 KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 169 179 162

2434035 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059033 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2434037 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059033 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2435531 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059033 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2439095 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059028 BREAKER 
1203, 
12.47 KV

2709120 STATION 
N 
GORDO
NTON 
RET, 
4355, 
100.0 KV

42762886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 141 192 159

20702709 BREAKER 
GAS, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42437981 BREAKER 
BK 4 100KV 
LT RED, 
100.000 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

20702710 BREAKER 
GAS, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42437982 BREAKER 
BK 4 100KV 
LT YEL, 
100.000 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0
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20702733 BREAKER 
GAS, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42438010 BREAKER 
PCB 24, 
230.000 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2215891 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891795 CAPACITO
R BANK 02, 
100.0 KV, 
108,000.0 
KVAR

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2874 ON

2215916 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891794 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1310 ON

2274721 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901884 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2274966 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902111 BREAKER 
KERNERSVI
LLE BL, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2274967 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902112 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2274968 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902113 BREAKER 
KERNERSVI
LLE WH, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

M-100 Sub 163 
PSDR2-2



2274969 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902114 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2275315 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902387 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2275433 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902438 BREAKER 
PCB 3, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2275434 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902439 BREAKER 
PCB 4, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2275802 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902733 BREAKER 
GUILFORD 
BL, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2275803 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902734 BREAKER 
GUILFORD 
WH, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2275804 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902735 BREAKER 
GRAHAM 
BL, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

M-100 Sub 163 
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2275805 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902736 BREAKER 
GRAHAM 
WH, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2275806 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902737 BREAKER 
PAGE WH, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2275807 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902738 BREAKER 
DENNY 
ROAD 
100KV HT, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2275808 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902739 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2275809 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902740 BREAKER 
DAN RIVER 
WH, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2275810 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902741 BREAKER 
DAN RIVER 
BL, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2275811 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902742 BREAKER 
PAGE BL, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

M-100 Sub 163 
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2275812 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902743 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2275813 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902744 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2275814 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902745 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2276822 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903687 BREAKER 
MEADOW 
SUMMIT 
NO 2, 44.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2276823 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903688 BREAKER 
MEADOW 
SUMMIT 
NO 1, 44.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2276825 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903689 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2278861 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903999 BREAKER 
PCB 2, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

M-100 Sub 163 
PSDR2-2



2278863 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904000 BREAKER 
PCB 13, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2278867 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904001 BREAKER 
PCB 1, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2278868 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904002 BREAKER 
PCB 11, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2278890 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905569 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2384750 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904004 BREAKER 
PCB 12, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2385014 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904003 BREAKER 
PCB 22, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2385017 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904005 BREAKER 
PCB 14, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

M-100 Sub 163 
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2447713 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905035 BREAKER 
PCB 21, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2447714 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905036 BREAKER 
PCB 23, 
230.0 KV

2711092 STATION 
N 
GREENS
BORO 
TIE, 
1488, 
230.0 KV

42765030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2259556 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894249 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709210 STATION 
N MAIN 
ST DIST, 
4358, 
24.000 
KV

42762772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R14

2259560 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894249 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709210 STATION 
N MAIN 
ST DIST, 
4358, 
24.000 
KV

42762772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R14

2259566 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894249 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709210 STATION 
N MAIN 
ST DIST, 
4358, 
24.000 
KV

42762772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R12

2274815 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901971 BREAKER 
BK 2 24KV 
HT, 24.0 
KV

2709210 STATION 
N MAIN 
ST DIST, 
4358, 
24.000 
KV

42762772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 179 181 179

2275051 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902186 BREAKER 
1201, 13.0 
KV

2709210 STATION 
N MAIN 
ST DIST, 
4358, 
24.000 
KV

42762772 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 242 243 251
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2261954 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894275 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2261955 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894275 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2262074 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894275 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2262085 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894274 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L03

2262086 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894274 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2262087 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894274 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2273602 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900822 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 100 120 135

M-100 Sub 163 
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2277572 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904366 BREAKER 
1205, 
12.47 KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 136 157 137

2280884 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907409 BREAKER 
1203, 
12.47 KV

2710699 STATION 
OGBURN 
DIST, 
4430, 
24.000 
KV

42762824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 132 95 155

2215734 2C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891507 CAPACITO
R BANK 2C, 
13.0 KV, 
1,500.0 
KVAR

2709077 STATION 
PARKDA
LE M 
LEXINGT
ON, 
4463, 
24.0 KV

42763629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 120 OFF

2215763 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891505 CAPACITO
R BANK 
2A, 13.0 
KV, 1,800.0 
KVAR

2709077 STATION 
PARKDA
LE M 
LEXINGT
ON, 
4463, 
24.0 KV

42763629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1152 OFF

2215828 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891506 CAPACITO
R BANK 2B, 
13.0 KV, 
1,500.0 
KVAR

2709077 STATION 
PARKDA
LE M 
LEXINGT
ON, 
4463, 
24.0 KV

42763629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1181 OFF

2279991 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.3 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906592 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2709077 STATION 
PARKDA
LE M 
LEXINGT
ON, 
4463, 
24.0 KV

42763629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1016 120 130 130

2280173 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.3 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906752 BREAKER 
BK 2 24KV 
HT, 24.0 
KV

2709077 STATION 
PARKDA
LE M 
LEXINGT
ON, 
4463, 
24.0 KV

42763629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1493 192 195 190

M-100 Sub 163 
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2214286 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892663 CAPACITO
R BANK 
2A, 4.16 
KV, 2,400.0 
KVAR

2708968 STATION 
PINE 
NEEDLE 
LNG CO 
LLC, 
1823, 
100.0 KV

42763673 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF

2214323 1A,CAPACI
TOR BANK 
16.0 KV

CAPACITO
R

2892662 CAPACITO
R BANK 
1A, 16.0 
KV, 3,000.0 
KVAR

2708968 STATION 
PINE 
NEEDLE 
LNG CO 
LLC, 
1823, 
100.0 KV

42763673 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 OFF

2277427 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904234 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708968 STATION 
PINE 
NEEDLE 
LNG CO 
LLC, 
1823, 
100.0 KV

42763673 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0

2277429 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904236 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708968 STATION 
PINE 
NEEDLE 
LNG CO 
LLC, 
1823, 
100.0 KV

42763673 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

20635674 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894317 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259780 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894317 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259837 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894317 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

M-100 Sub 163 
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2260029 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894316 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2260484 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894316 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2260494 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894316 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2277835 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904608 BREAKER 
1202, 
12.47 KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 224.7 233.6 218.1

2277880 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904653 BREAKER 
1203, 
12.47 KV

2708969 STATION 
PLEASAN
T 
GARDEN 
RET, 
4557, 
44.0 KV

42763863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 143.1 137.3 152.6

20432100 BREAKER 
GAS, ABC 
PH, 
550.000 
KV, 4,000.0 
AMPS, 
75,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906944 BREAKER 
PCB 5, 
525.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

20432103 BREAKER 
GAS, ABC 
PH, 
550.000 
KV, 4,000.0 
AMPS, 
75,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906507 BREAKER 
PCB 10, 
525.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

M-100 Sub 163 
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2215216 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893146 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 566 ON

2215217 02 CAPACITO
R

2893147 CAPACITO
R BANK 02, 
0.0 KV, 
108,000.0 
KVAR

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 770 ON

2215490 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893379 CAPACITO
R BANK 03, 
100.0 KV, 
100,800.0 
KVAR

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 374 OFF

2272802 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900057 BREAKER 
SWEPSON
VILLE WH, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2273378 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900607 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2273557 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900781 BREAKER 
PCB 25, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2274513 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901687 BREAKER 
CBK 3 BRK, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0
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2274903 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902053 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2274941 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902090 BREAKER 
PCB 46, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2274972 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902117 BREAKER 
RANDLEM
AN BL, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 1

2274991 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904006 BREAKER 
PCB 26, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2275086 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902212 BREAKER 
GLEN 
RAVEN 
WH, 100.0 
KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2275087 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902213 BREAKER 
GLEN 
RAVEN BL, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2275088 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902214 BREAKER 
ARCHDALE 
WH, 100.0 
KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0
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2275089 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902215 BREAKER 
ARCHDALE 
BL, 100.0 
KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2275234 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903991 BREAKER 
PCB 23, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2275235 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903992 BREAKER 
PCB 33, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2275236 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903993 BREAKER 
PCB 36, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2275521 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 4000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026517 BREAKER 
PCB 21, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2276025 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902949 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2276051 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902975 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

M-100 Sub 163 
PSDR2-2



2276188 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 4000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903106 BREAKER 
PCB 41, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2276189 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 4000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903107 BREAKER 
PCB 31, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2276778 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903651 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2276779 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903652 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2277094 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 65 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903948 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2277096 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 65 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903950 BREAKER 
RANDLEM
AN WH, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 3

2277097 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 65 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903951 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

M-100 Sub 163 
PSDR2-2



2278599 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905293 BREAKER 
CLIMAX, 
44.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2278600 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905294 BREAKER 
KIMESVILL
E, 44.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2279598 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906236 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2280136 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906720 BREAKER 
PCB 4, 
525.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2280267 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906840 BREAKER 
PCB 1, 
525.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2280473 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907030 BREAKER 
PCB 11, 
525.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

M-100 Sub 163 
PSDR2-2



2416248 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906935 BREAKER 
PCB 37, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2419660 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905015 BREAKER 
PCB 34, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2419666 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906933 BREAKER 
PCB 47, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2427558 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081004 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2432523 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905014 BREAKER 
PCB 35, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

M-100 Sub 163 
PSDR2-2



2432526 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905018 BREAKER 
PCB 24, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2432529 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905011 BREAKER 
PCB 45, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2443645 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905012 BREAKER 
PCB 44, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2443646 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2905013 BREAKER 
PCB 43, 
230.0 KV

2711090 STATION 
PLEASAN
T 
GARDEN 
TIE, 
1442, 
525.0 KV

42765005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2213900 2C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891497 CAPACITO
R BANK 2C, 
13.0 KV, 
3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 ON

M-100 Sub 163 
PSDR2-2



2213901 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891495 CAPACITO
R BANK 
2A, 13.0 
KV, 3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 ON

2213902 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891496 CAPACITO
R BANK 2B, 
13.0 KV, 
3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 ON

2213938 1C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891494 CAPACITO
R BANK 1C, 
13.0 KV, 
3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 ON

2214799 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891493 CAPACITO
R BANK 1B, 
13.0 KV, 
3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 ON

2215177 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891492 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 ON

2277544 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904345 BREAKER 
CBK 
1A&1B&1C 
BRK, 13.0 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75

M-100 Sub 163 
PSDR2-2



2278449 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905149 BREAKER 
100KV HT 
BOONE 
WH, 100.0 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24

2278990 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905665 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08

2281077 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907580 BREAKER 
100KV HT 
LEXINGTO
N BL, 100.0 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50

2439671 12B2,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
667.0 KVA

REGULATO
R

3051540 REGULATO
R 
12B2,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L09

2439678 12B2,REGU
LATOR 
1PH, 13.2 
KV, 667.0 
KVA

REGULATO
R

3051569 REGULATO
R SPARE 
REGULATO
RS,PHASE 
0.0, 0.0 KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2439680 12B2,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
667.0 KVA

REGULATO
R

3051540 REGULATO
R 
12B2,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L09
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2439682 12B2,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
667.0 KVA

REGULATO
R

3051538 REGULATO
R 
12B1,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

2439683 12B2,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
667.0 KVA

REGULATO
R

3051538 REGULATO
R 
12B1,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L09

2439684 12B2,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
667.0 KVA

REGULATO
R

3051538 REGULATO
R 
12B1,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L08

2439897 12B2,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
667.0 KVA

REGULATO
R

3051540 REGULATO
R 
12B2,PHAS
E 1.0, 6.9 
KV

2709119 STATION 
PPG IND 
FIBER 
GLASS 
LEX T&D, 
1321, 
100.0 KV

42764787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L05

2214135 1D,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893434 CAPACITO
R BANK 
1D, 13.0 
KV, 1,800.0 
KVAR

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 021 OFF

2214136 1C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891806 CAPACITO
R BANK 1C, 
13.0 KV, 
1,800.0 
KVAR

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 813 ON
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2215810 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891805 CAPACITO
R BANK 1B, 
13.0 KV, 
1,800.0 
KVAR

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3670 OFF

2215811 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891804 CAPACITO
R BANK 
1A, 13.0 
KV, 1,800.0 
KVAR

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1028 OFF

2277351 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904162 BREAKER 
CBK 
1C&1D 
BRK, 12.47 
KV

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2280871 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907396 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708970 STATION 
PROCTE
R & 
GAMBLE 
GBORO 
PL T&D, 
4567, 
44.0 KV

42763608 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

20846718 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903240 BREAKER 
2403, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 342 346 412

2214377 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891579 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 779 OFF
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2214379 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893074 CAPACITO
R BANK 
2A, 24.0 
KV, 3,600.0 
KVAR

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 OFF

2255057 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860788 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2255062 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860789 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2274231 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901420 BREAKER 
2404, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 480 480 480

2275226 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902325 BREAKER 
2407, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 1 268 282 242

2275244 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902333 BREAKER 
2408, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 190 190 190

2275423 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904018 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0
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2275424 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904020 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0

2275659 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902595 BREAKER 
24AX, 24.0 
KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0 0

2277128 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903980 BREAKER 
100KV HT, 
100.0 KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2278169 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904912 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 360 360 360

2278170 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904913 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 480 480 480

2278172 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904915 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708981 STATION 
RAGSDA
LE RET, 
1498, 
100.0 KV

42763155 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0 0

20466676 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906572 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 510 513 495
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20780619 1209, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2894292 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

20780623 1209, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894292 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

20780624 1209, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2894292 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

20780625 24AX, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

42581676 REGULATO
R BANK 
24AX, 
UNITS - 0, 
24.000 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20780626 24AX, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

42581676 REGULATO
R BANK 
24AX, 
UNITS - 0, 
24.000 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20780627 24AX, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

42581676 REGULATO
R BANK 
24AX, 
UNITS - 0, 
24.000 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20780737 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902575 BREAKER 
100KV HT, 
100.0 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 328 328 323
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20780738 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903340 BREAKER 
HEATH 
RET. TAP 
CB, 
100.000 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 333 334 329

20780739 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902515 BREAKER 
1205, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 316 336 325

20780740 BREAKER 
VAC, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906617 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 525 556 531

20780741 BREAKER 
VAC, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906582 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0 0

20780742 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902514 BREAKER 
1206, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 220 230 214

20780743 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902508 BREAKER 
1209, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 302 293 300

20780744 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902513 BREAKER 
1210, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 1 245 246 277

M-100 Sub 163 
PSDR2-2



20780745 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904890 BREAKER 
12AX, 
12.47 KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0 0

2258773 1205,REGU
LATOR 
1PH,PHASE 
Y, 100.0 
KVA

REGULATO
R

2894290 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2258774 1205, 
REGULATO
R 1PH, 
PHASE X, 
100.0 KVA

REGULATO
R

2894290 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260790 1205,REGU
LATOR 
1PH,PHASE 
Z, 100.0 
KVA

REGULATO
R

2894290 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2261249 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894293 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2261250 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894293 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2261251 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894293 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

M-100 Sub 163 
PSDR2-2



2261675 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894291 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2261738 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894291 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2261740 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894291 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708983 STATION 
RANDLE
MAN RD 
RET, 
1480, 
100.0 KV

42763332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

20487389 LTC TYPE 
VACUUM, 
100.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859095 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2214207 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891788 CAPACITO
R BANK 3B, 
24.0 KV, 
3,600.0 
KVAR

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 003 OFF

2215066 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891787 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 089 OFF

2215067 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891789 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 OFF
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2215146 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891790 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 OFF

2255214 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859096 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2273927 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901129 BREAKER 
2403, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 155 154 155

2274169 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901362 BREAKER 
2408, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 221 240 235

2274223 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901412 BREAKER 
2406, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 280 270 280

2274224 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901413 BREAKER 
2404, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 220 218 221

2274276 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901462 BREAKER 
2411, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 126 118 121
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2274277 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901463 BREAKER 
2412, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 360 348 325

2277718 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904504 BREAKER 
24AX, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0 0

2278041 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904796 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 0 0 0

2278042 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904797 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 0 0 0

2278716 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905407 BREAKER 
2407, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 240 243 230

2278798 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905485 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 560 565 540

2278801 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905488 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 480 478 448
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2278802 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905489 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 610 560 650

2278803 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905490 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 0 0

2278804 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905491 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 0 0

2279215 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905875 BREAKER 
2405, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 125 160 138

2279332 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905986 BREAKER 
2409, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2279333 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905987 BREAKER 
2410, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 248 230 278

2281028 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907538 BREAKER 
100KV HT, 
100.0 KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0
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2453889 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2859097 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708971 STATION 
RANDOL
PH AVE 
RET, 
1061, 
100.0 KV

42762764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2257536 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894925 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709259 STATION 
REDDIN
G ST 
RET, 
4586, 
24.0 KV

42763527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2261233 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894925 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709259 STATION 
REDDIN
G ST 
RET, 
4586, 
24.0 KV

42763527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2277365 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904176 BREAKER 
0401, 4.16 
KV

2709259 STATION 
REDDIN
G ST 
RET, 
4586, 
24.0 KV

42763527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 0 0

2368508 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894925 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709259 STATION 
REDDIN
G ST 
RET, 
4586, 
24.0 KV

42763527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2215778 2A CAPACITO
R

2893143 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1200 OFF

2215779 1A CAPACITO
R

2893142 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2001 OFF
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2255209 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859435 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2255211 LTC TYPE 
RESISTANC
E, 100.000 
KV, E, LTC 
UNKNOW
N

LTC 2859436 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral

2259902 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894337 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2260016 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894334 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2260017 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894336 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260028 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894339 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2260519 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894335 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2260553 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894337 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03
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2260554 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894335 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2260555 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894339 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260556 0405,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894339 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2260557 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894334 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2260591 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894335 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2260592 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894336 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2260740 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894336 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2260741 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894337 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2260770 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894334 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2273032 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900271 BREAKER 
1204, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 208 201 216

2273034 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900273 BREAKER 
1207, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 318 304 290

2273113 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900351 BREAKER 
0401, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 142 178 150

2273186 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900421 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0 0 0

2273188 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900423 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0
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2273478 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900703 BREAKER 
12AX, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0 0

2275758 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902691 BREAKER 
1210, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 225 229 274

2275934 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902861 BREAKER 
100KV HT, 
100.0 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2276934 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903794 BREAKER 
AIR 
PRODUCTS 
TAP, 100.0 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2277304 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904120 BREAKER 
BK 3 
4.16KV LT, 
4.16 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2277305 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904121 BREAKER 
BK 4 
4.16KV LT, 
4.16 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 0 0

2277471 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904278 BREAKER 
0402, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 187 128 132
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2277473 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904280 BREAKER 
0403, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 203 170 188

2277474 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904281 BREAKER 
0404, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 209 167 188

2277475 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904282 BREAKER 
0405, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 255 321 252

2277482 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904288 BREAKER 
1203, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 351 362 350

2277524 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904329 BREAKER 
1209, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 321 326 291

2277558 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904356 BREAKER 
1206, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 331 329 324

2277616 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904408 BREAKER 
1202, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 148 151 150
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2277619 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904411 BREAKER 
1201, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 291 292 293

2279496 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906139 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0

2279497 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906140 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2279498 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906141 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 0 0

2416266 04AX,REG
ULATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3060900 REGULATO
R 
04AX,PHAS
E 1.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2416267 4AX,REGUL
ATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3060900 REGULATO
R 
04AX,PHAS
E 1.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2416269 4AX,REGUL
ATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3060900 REGULATO
R 
04AX,PHAS
E 1.0, 4.1 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2448677 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902552 BREAKER 
04AX, 4.16 
KV

2708898 STATION 
REIDSVIL
LE RET, 
1225, 
100.0 KV

42762740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 0 0

20484956 BREAKER 
VAC, ABC 
PH, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42039446 BREAKER 
BK 3 LT

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 414 347 280

20484960 2407, 
REGULATO
R 1PH, 
PHASE X, 
336.0 KV

REGULATO
R

42041193 REGULATO
R BANK 
2407

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

20484966 2407, 
REGULATO
R 1PH, 
PHASE Y, 
336.0 KV

REGULATO
R

42041193 REGULATO
R BANK 
2407

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

20484967 2407, 
REGULATO
R 1PH, 
PHASE Z, 
336.0 KV

REGULATO
R

42041193 REGULATO
R BANK 
2407

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

20484969 2408, 
REGULATO
R 1PH, 
PHASE X, 
336.0 KV

REGULATO
R

42041205 REGULATO
R BANK 
2408

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

20484970 2408, 
REGULATO
R 1PH, 
PHASE Y, 
336.0 KV

REGULATO
R

42041205 REGULATO
R BANK 
2408

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01
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20484972 2408, 
REGULATO
R 1PH, 
PHASE Z, 
336.0 KV

REGULATO
R

42041205 REGULATO
R BANK 
2408

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

20484974 BREAKER,  
VAC,  ABC 
PH,  25.8 
KV,  27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42041207 BREAKER 
2407

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 273 216 173

20484977 BREAKER 
VAC, ABC 
PH, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42041208 BREAKER 
2408

3032365 STATION 
RITTERS 
LAKE RD 
RET, 
2691, 
100.0 KV

42761749 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 155 131 110

2254986 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2858502 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2273260 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900495 BREAKER 
2404, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 272 171 233

2279386 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906036 BREAKER 
2403, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 327 303 313

2440929 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058645 BREAKER 
2408, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 100 137 145
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2440930 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058646 BREAKER 
2409, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 212 214 240

2440939 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058657 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2440940 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058656 BREAKER 
24AX, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 0 0

2440941 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058655 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 305 348 381

2440942 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058634 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 546 439 497

2448378 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,320.0 
AMPS

LTC 3058643 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708973 STATION 
RUDD 
RET, 
1803, 
100.0 KV

42764743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R16

2256114 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894344 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03
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2262033 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893570 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2262034 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893570 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2262035 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893570 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2273265 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900500 BREAKER 
1201, 
12.47 KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 72 79 52

2274136 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901330 BREAKER 
1202, 
12.47 KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 105 104 125

2275528 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902475 BREAKER 
1203, 
12.47 KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 173 168 171

2428911 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894345 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L06
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2428912 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894345 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L05

2448234 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894345 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710814 STATION 
RUFFIN 
RET, 
4656, 
44.0 KV

42763448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L06

2273383 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900612 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2273384 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900613 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2273385 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900614 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2273401 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900629 BREAKER 
PCB 4, 
230.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2273883 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901091 BREAKER 
VANGUAR
D, 44.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0
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2273884 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901092 BREAKER 
MEADOW 
SUMMIT 
NO 1, 44.0 
KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2274345 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901525 BREAKER 
REIDSVILLE 
BL, 100.0 
KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2274360 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901539 BREAKER 
WOLF 
CREEK BL, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2274363 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901542 BREAKER 
WOLF 
CREEK WH, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2274395 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901574 BREAKER 
REIDSVILLE 
WH, 100.0 
KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2274954 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902099 BREAKER 
HAW 
RIVER WH, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2274955 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902100 BREAKER 
HAW 
RIVER BL, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0
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2275381 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901554 BREAKER 
ELON BL, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2275382 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901527 BREAKER 
ELON WH, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2276063 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902986 BREAKER 
CBK 5 BRK, 
100.000 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2277283 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904103 BREAKER 
STA AUX, 
44.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2277284 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904104 BREAKER 
RUFFIN, 
44.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2277285 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904105 BREAKER 
MEADOW 
SUMMIT 
NO 2, 44.0 
KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2277286 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904106 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

M-100 Sub 163 
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2278596 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905290 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2278597 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905291 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2279817 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906430 BREAKER 
PCB 5, 
230.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2280106 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906693 BREAKER 
PCB 15, 
230.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2391108 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891988 CAPACITO
R BANK 05, 
100.0 KV, 
100,800.0 
KVAR

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2447712 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904993 BREAKER 
PCB 14, 
230.0 KV

2711100 STATION 
SADLER 
TIE, 
1487, 
230.0 KV

42763562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2257984 2406,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893733 REGULATO
R 
2406,PHAS
E 0.0, 0.0 
KV

2708900 STATION 
SANDS 
RD RET, 
1982, 
100.0 KV

42764747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2260118 2406,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893733 REGULATO
R 
2406,PHAS
E 0.0, 0.0 
KV

2708900 STATION 
SANDS 
RD RET, 
1982, 
100.0 KV

42764747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260307 2406,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893733 REGULATO
R 
2406,PHAS
E 0.0, 0.0 
KV

2708900 STATION 
SANDS 
RD RET, 
1982, 
100.0 KV

42764747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2273590 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900811 BREAKER 
2406, 24.0 
KV

2708900 STATION 
SANDS 
RD RET, 
1982, 
100.0 KV

42764747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 89 89 88

2273603 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900823 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708900 STATION 
SANDS 
RD RET, 
1982, 
100.0 KV

42764747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 88 89 88

2258781 2406,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 144.0 
KVA

REGULATO
R

2894283 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

2258786 2406,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 144.0 
KVA

REGULATO
R

2894283 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2258787 2406,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 144.0 
KVA

REGULATO
R

2894283 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

M-100 Sub 163 
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2273607 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900827 BREAKER 
24KV HT, 
24.0 KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 62 64 58

2273647 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900866 BREAKER 
0403, 4.16 
KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 337 275 249

2273648 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900867 BREAKER 
0402, 4.16 
KV

2708736 STATION 
STARMO
UNT 
FOREST 
DIST, 
1195, 
24.000 
KV

42762742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 174 179 180

2255285 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 863.0 
AMPS

LTC 2860825 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2255362 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861176 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2273932 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901133 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2273933 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901134 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 446 373 398

M-100 Sub 163 
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2274278 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901464 BREAKER 
2410, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 239 259 258

2274279 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901465 BREAKER 
2405, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 207 179 171

2275915 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902842 BREAKER 
24AX, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0

2275916 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902843 BREAKER 
2406, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 236 194 231

2275917 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902844 BREAKER 
2409, 24.0 
KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 221 233 251

2275948 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902874 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 458 482 509

2277116 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903968 BREAKER 
100KV HT, 
100.0 KV

2708013 STATION 
SUMME
RFIELD 
RET, 
1524, 
100.0 KV

42762834 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

M-100 Sub 163 
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2275324 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902396 BREAKER 
2401, 24.0 
KV

2711276 STATION 
SUN 
EDISON 
SOLAR, 
2666, 
100.0 KV

42763473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 56.8 57.1 57.1

2435477 08,REGULA
TOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894333 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708974 STATION 
TABERN
ACLE 
CHURCH 
RET, 
4892, 
44.0 KV

42763249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2435478 1208,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894333 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708974 STATION 
TABERN
ACLE 
CHURCH 
RET, 
4892, 
44.0 KV

42763249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2435479 1208,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894333 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708974 STATION 
TABERN
ACLE 
CHURCH 
RET, 
4892, 
44.0 KV

42763249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2445704 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901889 BREAKER 
1208, 
12.47 KV

2708974 STATION 
TABERN
ACLE 
CHURCH 
RET, 
4892, 
44.0 KV

42763249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 236 228 256

2255255 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861227 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R09

2273499 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900724 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160 596 605 611
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2273584 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900805 BREAKER 
2402, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 138 141 140

2273585 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900806 BREAKER 
24AX, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 0 0

2273586 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900807 BREAKER 
2403, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 290 302 310

2369170 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051076 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185 272 283 304

2369171 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051078 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185

2410937 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051072 BREAKER 
2406, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 272 283 304

2410938 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051060 BREAKER 
2401, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 207 184 181 179

M-100 Sub 163 
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2440464 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3051160 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708764 STATION 
TARRAN
T RD 
RET, 
1969, 
100.0 KV

42764165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

20837027 0402, 
REGULATO
R 1PH, 
PHASE Z, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894230 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20837063 0402, 
REGULATO
R 1PH, 
PHASE Y, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894230 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20837064 0402, 
REGULATO
R 1PH, 
PHASE X, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894230 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20837066 0406, 
REGULATO
R 1PH, 
PHASE Z, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894233 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20837068 0406, 
REGULATO
R 1PH, 
PHASE Y, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894233 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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20837070 0406, 
REGULATO
R 1PH, 
PHASE X, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894233 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257039 0405,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894232 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257040 0405,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894232 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257054 0405,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894232 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257508 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894231 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2272859 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900111 BREAKER 
0402, 4.16 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2274171 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901363 BREAKER 
LEXINGTO
N WH N, 
100.0 KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274172 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901364 BREAKER 
LEXINGTO
N WH S, 
100.0 KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2275798 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902730 BREAKER 
0403, 4.16 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278343 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905065 BREAKER 
THOMASVI
L FURN 
IND D1, 
4.16 KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279241 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905900 BREAKER 
0405, 4.16 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279242 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905901 BREAKER 
0406, 4.16 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279499 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906142 BREAKER 
BK 2 
4.16KV LT, 
4.16 KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2383396 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894231 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2416256 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894231 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708984 STATION 
THOMAS
VILLE 
MN, 
1122, 
100.000 
KV

42763439 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214538 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891900 CAPACITO
R BANK 
1A, 0.48 
KV, 1,800.0 
KVAR

2708905 STATION 
UNIFI 
INC 
REIDSVIL
LE PL, 
4189, 
44.0 KV

42764791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 OFF

2214759 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891901 CAPACITO
R BANK 1B, 
0.48 KV, 
1,800.0 
KVAR

2708905 STATION 
UNIFI 
INC 
REIDSVIL
LE PL, 
4189, 
44.0 KV

42764791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF

2213959 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891797 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 OFF

2214054 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891798 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 ON

2255022 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859566 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2255059 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859568 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

M-100 Sub 163 
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2255067 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859567 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2257496 1204,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894312 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2257510 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894312 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2257575 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894312 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2274525 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901698 BREAKER 
1203, 
12.47 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 122 151 89

2274526 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901699 BREAKER 
1204, 
12.47 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 42 40 16

2274550 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901723 BREAKER 
BK 4 24KV 
HT, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 91 75 66
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2275173 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902274 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 0 0 0

2275596 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902539 BREAKER 
100KV HT, 
100.0 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2275644 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902580 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0 0

2275646 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902582 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 403 480 410

2275647 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902583 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0 520 530 490

2275660 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902596 BREAKER 
2410, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 1 162 219 170

2275661 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902597 BREAKER 
24AX, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0 0 0 0

M-100 Sub 163 
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2275662 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902598 BREAKER 
2409, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 1 249 277 262

2275665 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902601 BREAKER 
2412, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0 0

2275667 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902603 BREAKER 
2404, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 273 246 215

2277190 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904030 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0 0

2277196 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904035 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0 0

2279978 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906581 BREAKER 
2403, 24.0 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 20 21 21

2374840 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894311 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

M-100 Sub 163 
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2401907 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894311 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2401909 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894311 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708975 STATION 
VANDALI
A RET, 
1152, 
100.000 
KV

42763304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

2257541 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893829 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L03

2259574 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893828 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259576 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893828 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

2259577 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893828 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259805 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893829 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

M-100 Sub 163 
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2259824 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893829 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2274410 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901589 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 408 483 412

2274432 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901609 BREAKER 
1201, 
12.47 KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 198 176 155

2274433 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901610 BREAKER 
1202, 
12.47 KV

2711062 STATION 
WAYNIC
K RD 
RET, 
1993, 
100.0 KV

42762732 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 227 313 280

2215738 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2891985 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708896 STATION 
WEK 
SOUTH 
CORP, 
5147, 
44.0 KV

42764751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255423 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894167 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258785 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
167.0 KVA

REGULATO
R

2894168 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2276338 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903243 BREAKER 
24KV HT, 
24.0 KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278909 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905587 BREAKER 
1202, 
12.47 KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2281009 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907521 BREAKER 
1201, 
12.47 KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2432852 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894168 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2438132 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894168 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2450335 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891512 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708324 STATION 
WELCO
ME RET, 
5067, 
24.000 
KV

42764740 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215384 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893390 CAPACITO
R BANK 
3A, 12.47 
KV, 4,200.0 
KVAR

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 052 OFF

M-100 Sub 163 
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2257316 1211,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894322 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2257540 1211,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894322 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257544 1212,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894323 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2257548 1212,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894323 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257568 1212,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894323 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2257571 1211,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894322 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2258161 12AX,REG
ULATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893731 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2258163 12AX,REG
ULATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893731 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260781 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893731 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2273112 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900350 BREAKER 
12AX, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 0 0

2274458 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901634 BREAKER 
1211, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 75 69 106

2274507 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901681 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2278142 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904886 BREAKER 
1212, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 174 270 202

2443152 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064623 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 305 356 326

M-100 Sub 163 
PSDR2-2



2445707 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064618 BREAKER 
1206, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 239 258 220

2448109 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064625 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0

2448112 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902889 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 378 452 414

2448224 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3064690 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2448236 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3064690 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2448237 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3064690 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2460303 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903216 BREAKER 
100KV HT, 
100.0 KV

2711358 STATION 
WENTW
ORTH 
RET, 
1558, 
100.0 KV

42764543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

M-100 Sub 163 
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2215633 2A CAPACITO
R

2893322 CAPACITO
R BANK 
2A, 0.0 KV, 
3,600.0 
KVAR

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 OFF

2255145 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860039 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2255297 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861216 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2272934 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900181 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0 0 0

2273007 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900250 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 437 567 482

2273130 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900367 BREAKER 
2412, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 151 160 98

2273819 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901031 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 280 280 276

M-100 Sub 163 
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2273820 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901032 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

2273821 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901033 BREAKER 
2407, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 199 199 196

2274255 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901444 BREAKER 
100KV HT, 
100.0 KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2274916 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902065 BREAKER 
2406, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 81 81 80

2279116 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905782 BREAKER 
2409, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 286 407 383

2279117 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905783 BREAKER 
2410, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0

2279118 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905784 BREAKER 
24AX, 24.0 
KV

2710989 STATION 
WHITSET
T RET, 
1665, 
100.0 KV

42762577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

M-100 Sub 163 
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2257466 1206,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893888 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259211 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893887 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2259231 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893887 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259332 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893888 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2259333 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893888 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2260287 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893887 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2274822 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901978 BREAKER 
1205, 
12.47 KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 163 257 262

M-100 Sub 163 
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2274823 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901979 BREAKER 
1206, 
12.47 KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 249 225 193

2274832 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901988 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2711057 STATION 
WILLIAM
SBURG 
RET, 
5089, 
100.0 KV

42764715 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 369 475 437

2275986 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902910 BREAKER 
WILLIAMS
BURG TIE 
TAP, 100.0 
KV

2710990 STATION 
WILLIAM
SBURG 
TIE, 
1086, 
100.0 KV

42763649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2280052 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906643 BREAKER 
CAMP 
SPRINGS, 
44.0 KV

2710990 STATION 
WILLIAM
SBURG 
TIE, 
1086, 
100.0 KV

42763649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2214021 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891411 CAPACITO
R BANK 
3A, 12.47 
KV, 3,000.0 
KVAR

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1202 ON

2256598 1211,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894235 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2257253 1211,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894235 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



2257519 1211,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894235 REGULATO
R 
1211,PHAS
E 1.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2259559 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894236 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2259561 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894236 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R14

2259777 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894234 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2259918 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894234 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2260721 1212,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894236 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R14

2261903 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893548 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06
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2262039 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893548 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2262040 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893548 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2273031 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900270 BREAKER 
1207, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 184 183 173

2274994 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902136 BREAKER 
100KV HT, 
100.0 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2275573 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902517 BREAKER 
1208, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 225 302 218

2275574 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902518 BREAKER 
1212, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 349 299 323

2275582 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902525 BREAKER 
1211, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0 0
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2278140 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904884 BREAKER 
12AX, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0 0

2279150 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905813 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 0 0

2279628 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906259 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 0 0 0

2279847 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906459 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0 0

2280969 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907483 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0 0

2374615 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894234 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708985 STATION 
WILLOW 
CREEK 
RET, 
1461, 
100.0 KV

42763033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09
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20016190 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40009712 BREAKER 
1A, 0.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 167 120 128 127

2873454 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000633 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 529 586 551

20006886 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40002209 REGULATO
R 
1207,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L03

20006891 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40002209 REGULATO
R 
1207,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 L04

2259115 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

40002197 REGULATO
R 
12AX,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2259118 12AX,REG
ULATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

40002197 REGULATO
R 
12AX,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 Neutral

2368518 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

40002197 REGULATO
R 
12AX,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral
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2448235 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40002209 REGULATO
R 
1207,PHAS
E 1.0, 
333.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L04

2830137 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
12.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

40002175 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 038 275 302 252

2830144 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

40002176 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 044 0 0 0

2842847 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40002174 BREAKER 
1207, 13.0 
KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 048 274 302 253

20025050 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40010086 REGULATO
R 
1207,PHAS
E 1.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20025103 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012365 BREAKER 
1207, 13.0 
KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 170 156 127

20025139 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

40012385 REGULATO
R 
12AX,PHAS
E 0.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA
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20025140 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

40012385 REGULATO
R 
12AX,PHAS
E 0.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

20025141 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

40012385 REGULATO
R 
12AX,PHAS
E 0.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2258241 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40010086 REGULATO
R 
1207,PHAS
E 1.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2443833 1207, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40010086 REGULATO
R 
1207,PHAS
E 1.0, 
250.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2255139 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859951 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2255197 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859952 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2273763 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900976 BREAKER 
1209, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 146 176 181
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2274492 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901667 BREAKER 
12AX, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 232

2275872 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902800 BREAKER 
1205, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 119 116 134 125

2275887 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902815 BREAKER 
1208, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 200 157 127 91

2275888 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902816 BREAKER 
1202, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 335 345 345

2275889 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902817 BREAKER 
1204, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 136 164 168

2275890 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902818 BREAKER 
1207, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 354 289 341

2277076 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903932 BREAKER 
100KV HT, 
100.0 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132
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2277765 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904545 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

2277772 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904552 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72

2277773 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904553 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709079 STATION 
ADVANC
E RET, 
1501, 
100.000 
KV

42762870 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188

2279672 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906298 BREAKER 
44KV HT, 
44.0 KV

2710253 STATION 
ALADDIN 
MFG 
CORP 
MOHAW
K, 3689, 
44.0 KV

42762109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 053 0

2215173 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891799 CAPACITO
R BANK 
1A, 13.0 
KV, 1,500.0 
KVAR

2710254 STATION 
ALADDIN 
MFG 
CORP 
RUG M, 
3693, 
44.0 KV

42764779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277565 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904361 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

2710254 STATION 
ALADDIN 
MFG 
CORP 
RUG M, 
3693, 
44.0 KV

42764779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0
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2278049 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2904803 BREAKER 
PCB 21, 
525.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 514 2

2278149 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2904893 BREAKER 
PCB 11, 
525.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 094 2

2278249 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2904985 BREAKER 
PCB 22, 
525.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 405 0

2278308 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2905038 BREAKER 
PCB 12, 
525.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 411 0

2278852 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905532 BREAKER 
PCB 42, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 700 0

2278853 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905533 BREAKER 
PCB 51, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 417 0
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2278855 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905535 BREAKER 
PCB 41, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 603 1

2278856 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905536 BREAKER 
PCB 33, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 453 0

2278857 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905537 BREAKER 
PCB 31, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 565 1

2278858 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905538 BREAKER 
PCB 43, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 507 0

2278859 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905539 BREAKER 
PCB 32, 
230.0 KV

2708410 STATION 
ANTIOC
H TIE, 
1750, 
525.0 KV

42764563 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 635 0

2213899 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891370 CAPACITO
R BANK 
1A, 13.0 
KV, 3,000.0 
KVAR

2709086 STATION 
ARDAGH 
METAL 
BEVERA
GE USA 
INC, 
4875, 
100.000 
KV

42764771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 OFF
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2277794 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904572 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709086 STATION 
ARDAGH 
METAL 
BEVERA
GE USA 
INC, 
4875, 
100.000 
KV

42764771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30868 0 0 0

2278806 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058513 BREAKER 
100KV HT, 
100.0 KV

2709087 STATION 
BALTIM
ORE RD 
RET, 
1689, 
100.000 
KV

42763362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88

2280711 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907242 BREAKER 
BALTIMOR
E RD TAP, 
100.0 KV

2708256 STATION 
BALTIM
ORE RD 
TAP, 
4613, 
100.0 KV

42761685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 743

20047350 BREAKER 
VAC, 
13.000 KV, 
15.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907564 BREAKER 
1204, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 352 248 258 253

20047357 1204, 
REGULATO
R 1PH, 
PHASE Z, 
250.000 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894080 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20047358 1204, 
REGULATO
R 1PH, 
PHASE Y, 
3,200.0 KV, 
750.0 KVA

REGULATO
R

2894080 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02
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20047359 1204, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894080 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2214428 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892868 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 OFF

2214475 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892869 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 024 OFF

2215273 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893346 CAPACITO
R BANK 01, 
100.0 KV, 
33,600.0 
KVAR

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 OFF

2255636 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894083 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09

2257096 1207,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894081 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2257351 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894081 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R12
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2257516 1207,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894081 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2259397 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894079 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259398 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894079 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259399 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894079 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2275174 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902275 BREAKER 
PINNACLE 
WH, 100.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 606 0

2275358 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902414 BREAKER 
BANNERTO
WN BL, 
100.0 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 073 1

2275408 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902430 BREAKER 
BANNERTO
WN WH, 
100.0 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 0
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2276356 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903256 BREAKER 
MT AIRY 
WH, 100.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 0

2276893 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903754 BREAKER 
MT AIRY 
BL, 100.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 170 0

2277006 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903862 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 091 0

2277120 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903972 BREAKER 
PINNACLE 
BL, 100.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0

2277626 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904418 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0 0 0

2277627 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904419 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 024 0 0 0

2277926 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904699 BREAKER 
1209, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 068 079 083 080
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2278133 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904877 BREAKER 
12AX, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 535 0 0 0 0

2279574 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906212 BREAKER 
1207, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509 0 296 281 276

2279673 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906299 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 549 0

2280582 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907125 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141 0 300 300 300

2280588 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907130 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 0 0 0 0

2281054 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907559 BREAKER 
1208, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 661 0 304 277 303

2281062 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907567 BREAKER 
1203, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 503 1 308 305 293
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2411758 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907570 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708925 STATION 
BANNER
TOWN 
TIE, 
1081, 
115.0 KV

42764974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 043 0 0 0

2215880 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891502 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 644 OFF

2215881 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891503 CAPACITO
R BANK 1B, 
12.47 KV, 
4,800.0 
KVAR

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 OFF

2274383 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901562 BREAKER 
1203, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00194 81 82 79

2274384 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901563 BREAKER 
1202, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00178 116 114 113

2274407 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901586 BREAKER 
1208, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00192 0 0 0

2274408 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901587 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00180 0 0 0
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2274409 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901588 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00186 991 985 977

2275338 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015413 BREAKER 
1207, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00050 141 138 139

2279155 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905818 BREAKER 
1205, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00292 203 198 199

2279174 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905837 BREAKER 
1201, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00376 320 323 321

2279175 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905838 BREAKER 
1206, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00286 202 199 197

2279177 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905840 BREAKER 
1204, 
12.47 KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00563 3 2 3

2392579 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905076 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710850 STATION 
BAPTIST 
HOSP 
T&D, 
1358, 
100.000 
KV

42762120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00239 0 0 0
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2393389 TSC 
21,CAPACI
TOR BANK 
22.4 KV

CAPACITO
R

3026238 CAPACITO
R BANK 
TSC 21, 
22.4 KV, 
207,293.0 
KVAR

2710859 STATION 
BECKERD
ITE SVC, 
2062, 
100.0 KV

42765251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2393390 TSC 
22,CAPACI
TOR BANK 
22.4 KV

CAPACITO
R

3026249 CAPACITO
R BANK 
TSC 22, 
22.4 KV, 
207,293.0 
KVAR

2710859 STATION 
BECKERD
ITE SVC, 
2062, 
100.0 KV

42765251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2393391 CF 
21,CAPACI
TOR BANK 
25.1 KV

CAPACITO
R

3026254 CAPACITO
R BANK CF 
21, 25.1 
KV, 
80,800.0 
KVAR

2710859 STATION 
BECKERD
ITE SVC, 
2062, 
100.0 KV

42765251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2393392 CF 
22,CAPACI
TOR BANK 
25.1 KV

CAPACITO
R

3026267 CAPACITO
R BANK CF 
22, 25.1 
KV, 
168,762.0 
KVAR

2710859 STATION 
BECKERD
ITE SVC, 
2062, 
100.0 KV

42765251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

20229491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900184 BREAKER 
1201, 
12.47 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 358 117 149 129

20229492 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900183 BREAKER 
1202, 
12.47 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327 129 146 174

20523439 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  145 
KV,  3000 
AMPS,  90 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2902752 BREAKER 
WINSTON 
BL, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 069 0
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20523440 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  145 
KV,  3000 
AMPS,  90 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2902751 BREAKER 
WINSTON 
WH, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 0

2215126 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891373 CAPACITO
R BANK 03, 
100.0 KV, 
57,600.0 
KVAR

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215286 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891371 CAPACITO
R BANK 01, 
100.0 KV, 
67,200.0 
KVAR

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215289 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891372 CAPACITO
R BANK 02, 
100.0 KV, 
67,200.0 
KVAR

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255633 1201, 
REGULATO
R 3PH, 
12,470.000 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894197 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2255686 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894200 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2256378 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894198 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2259012 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894199 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

2273623 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900782 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 208 0

2274009 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901207 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 0

2274010 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901208 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 190 0

2274011 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901209 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 0

2274590 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901761 BREAKER 
52-51 SVC 
YEL BUS, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 397 0

2274591 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901762 BREAKER 
52-52 SVC 
RED BUS, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 0

M-100 Sub 163 
PSDR2-2



2274791 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901947 BREAKER 
BECKERDIT
E BL, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 116 0

2274992 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902134 BREAKER 
BECKERDIT
E WH, 
230.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 189 0

2274993 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902135 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2275308 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906863 BREAKER 
1203, 
12.47 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 154 264 267 281

2275309 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906289 BREAKER 
1204, 
12.47 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 206 175 167

2275399 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015299 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 0

2275400 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015298 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

M-100 Sub 163 
PSDR2-2



2275817 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902748 BREAKER 
DEEP 
RIVER WH, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 0

2275819 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902750 BREAKER 
DEEP 
RIVER BL, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0

2275822 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902753 BREAKER 
ARCADIA 
WH, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 225 0

2275823 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902754 BREAKER 
ARCADIA 
BL, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 208 0

2275824 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902755 BREAKER 
FRONTIS 
WH, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 253 0

2275825 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902756 BREAKER 
FRONTIS 
BL, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 095 0

2278705 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905396 BREAKER 
CBK 
1&2&3 
BRK, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 005 0

M-100 Sub 163 
PSDR2-2



2278744 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905433 BREAKER 
ROBBINS 
BL, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 981 0

2278745 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905434 BREAKER 
100KV HT, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321 0

2278746 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905435 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 0

2278747 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905436 BREAKER 
LINDEN ST 
BL, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 292 0

2278749 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905438 BREAKER 
LINDEN ST 
WH, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 377 0

2278750 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905439 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 0

2278751 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905440 BREAKER 
ROBBINS 
WH, 100.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 138 0

M-100 Sub 163 
PSDR2-2



2278752 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905441 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 0

2279597 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906235 BREAKER 
MARSHALL 
BL, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 0

2279809 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906422 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 838 0

2280100 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906687 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 740 0

2280363 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906927 BREAKER 
MARSHALL 
WH, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 811 0

2280459 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907016 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 0

2374815 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894199 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

M-100 Sub 163 
PSDR2-2



2374816 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894199 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R02

2416323 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906823 BREAKER 
FAGO BL, 
230.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 0

2416325 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906192 BREAKER 
TYRO BL, 
230.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0

2426481 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907501 BREAKER 
TYRO WH, 
230.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 189 0

2426482 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906434 BREAKER 
FAGO WH, 
230.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 0

2866264 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905454 BREAKER 
STROH, 
100.0 KV

2710853 STATION 
BECKERD
ITE TIE, 
1266, 
230.0 KV

42763514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 071 0

2215376 01,CAPACI
TOR BANK 
230.0 KV

CAPACITO
R

2893442 CAPACITO
R BANK 01, 
230.0 KV, 
150,000.0 
KVAR

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 300 OFF
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2215377 02,CAPACI
TOR BANK 
230.0 KV

CAPACITO
R

2893443 CAPACITO
R BANK 02, 
230.0 KV, 
150,000.0 
KVAR

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 OFF

2272814 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900066 BREAKER 
PCB 6, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 203 0

2272823 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900075 BREAKER 
PCB 4, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 257 0

2272824 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900076 BREAKER 
PCB 8, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 365 0

2272825 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900077 BREAKER 
PCB 7, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 0

2272826 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900078 BREAKER 
PCB 9, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 0

2272827 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900079 BREAKER 
PCB 16, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0
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2272828 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900080 BREAKER 
PCB 18, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 181 0

2272829 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900081 BREAKER 
PCB 19, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 0

2272830 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900082 BREAKER 
PCB 21, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 186 0

2272831 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900083 BREAKER 
PCB 22, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 209 0

2272832 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900084 BREAKER 
PCB 17, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0

2272833 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900085 BREAKER 
PCB 20, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 208 0

2274596 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901767 BREAKER 
PCB 3, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 0
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2274597 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901768 BREAKER 
PCB 1, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 300 0

2278860 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905540 BREAKER 
PCB 11, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 594 0

2278862 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905542 BREAKER 
PCB 15, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 528 0

2278864 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905544 BREAKER 
PCB 12, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 514 0

2278866 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905546 BREAKER 
PCB 25, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 357 0

2278869 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905549 BREAKER 
PCB 10, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 405 0

2278870 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905550 BREAKER 
PCB 13, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 397 0
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2278871 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905551 BREAKER 
PCB 5, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 507 0

2278872 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905552 BREAKER 
PCB 14, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 587 0

2384658 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905547 BREAKER 
PCB 23, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0

2384720 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905543 BREAKER 
PCB 24, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0

2384726 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905548 BREAKER 
PCB 26, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0

2384745 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905541 BREAKER 
PCB 27, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

42761867 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0

2215376 01,CAPACI
TOR BANK 
230.0 KV

CAPACITO
R

2893442 CAPACITO
R BANK 01, 
230.0 KV, 
150,000.0 
KVAR

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 300 OFF
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2215377 02,CAPACI
TOR BANK 
230.0 KV

CAPACITO
R

2893443 CAPACITO
R BANK 02, 
230.0 KV, 
150,000.0 
KVAR

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 224 OFF

2272814 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900066 BREAKER 
PCB 6, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 203 0

2272823 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900075 BREAKER 
PCB 4, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 260 0

2272824 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900076 BREAKER 
PCB 8, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 365 0

2272825 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900077 BREAKER 
PCB 7, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 237 0

2272826 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900078 BREAKER 
PCB 9, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 222 0

2272827 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900079 BREAKER 
PCB 16, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 221 0
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2272828 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900080 BREAKER 
PCB 18, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 181 0

2272829 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900081 BREAKER 
PCB 19, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 234 0

2272830 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900082 BREAKER 
PCB 21, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 186 0

2272831 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900083 BREAKER 
PCB 22, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 209 0

2272832 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900084 BREAKER 
PCB 17, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 217 0

2272833 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900085 BREAKER 
PCB 20, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 208 0

2274596 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901767 BREAKER 
PCB 3, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 224 0
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2274597 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901768 BREAKER 
PCB 1, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 300 0

2278860 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905540 BREAKER 
PCB 11, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 594 0

2278862 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905542 BREAKER 
PCB 15, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 528 0

2278864 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905544 BREAKER 
PCB 12, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 514 0

2278866 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905546 BREAKER 
PCB 25, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 357 0

2278869 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905549 BREAKER 
PCB 10, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 405 0

2278870 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905550 BREAKER 
PCB 13, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 397 0
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2278871 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905551 BREAKER 
PCB 5, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 507 0

2278872 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905552 BREAKER 
PCB 14, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 587 0

2384658 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905547 BREAKER 
PCB 23, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 229 0

2384720 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905543 BREAKER 
PCB 24, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 212 0

2384726 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905548 BREAKER 
PCB 26, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 222 0

2384745 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905541 BREAKER 
PCB 27, 
230.0 KV

2711002 STATION 
BELEWS 
CREEK 
SW STA, 
3117, 
230.0 KV

43130829 NORMAL 
STATION 
INSPECTIO
N - 
BELEWS 
CREEK SW 
STA

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 206 0

2215510 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

3025741 CAPACITO
R BANK 
1A, 2.4 KV, 
1,500.0 
KVAR

2710736 STATION 
BELEWS 
CREEK 
WATER 
PUMP 
STA, 
5314, 
44.0 KV

42763771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 OFF
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2275115 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3025731 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710736 STATION 
BELEWS 
CREEK 
WATER 
PUMP 
STA, 
5314, 
44.0 KV

42763771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

2215030 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892773 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 OFF

2215086 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892772 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 750 OFF

2259395 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894027 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259557 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894027 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259572 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894027 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2275849 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902778 BREAKER 
100KV HT, 
100.0 KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 076 0
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2277643 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904434 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 736

2279527 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906168 BREAKER 
1201, 
12.47 KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 073 0 110 177 122

2279575 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906213 BREAKER 
1202, 
12.47 KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 024 0 216 252 258

2384929 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894026 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2384930 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894026 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2392838 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894026 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708926 STATION 
BOONVIL
LE RET, 
1154, 
100.0 KV

42764571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2255378 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894184 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05
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2255412 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894185 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2255688 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894187 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256847 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894189 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L05

2257064 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894189 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L07

2257720 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894186 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2258679 1208,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894188 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2258680 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894188 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03
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2259894 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894189 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L06

2272904 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900151 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 099 400 400 400

2275557 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902502 BREAKER 
0404, 4.16 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2275602 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902545 BREAKER 
04AX, 4.16 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276422 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903315 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 0 0 0 0

2276423 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903316 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177 0 400 400 400

2277849 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904622 BREAKER 
0403, 4.16 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



2279306 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905964 BREAKER 
1207, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 359 0 0 0

2279307 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905965 BREAKER 
1205, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 410 187 184 196

2279308 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905966 BREAKER 
1202, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 148 145 132

2279309 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905967 BREAKER 
1204, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 531 215 256 200

2279311 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905968 BREAKER 
1203, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 433 072 079 094

2279313 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905970 BREAKER 
1209, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 374 166 140 136

2279315 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905971 BREAKER 
1208, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 408 391 386 373
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2279318 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905972 BREAKER 
12AX, 
12.47 KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 362 0 0 0

2381115 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894183 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2381116 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894183 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L07

2381117 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894183 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L06

2829488 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894188 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710854 STATION 
BROAD 
ST RET, 
1601, 
100.0 KV

42764294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2215394 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893389 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 978 ON

2255218 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860083 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13
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2255222 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860082 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2274529 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901702 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76

2274657 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901825 BREAKER 
1201, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342

2276208 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903126 BREAKER 
1203, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 842

2276219 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903136 BREAKER 
1204, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96

2277854 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904627 BREAKER 
1211, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 278

2277856 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904629 BREAKER 
1210, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160
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2277857 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904630 BREAKER 
12AX, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85

2277881 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904654 BREAKER 
1212, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383

2278262 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904995 BREAKER 
1202, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 461

2278504 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905202 BREAKER 
100KV HT, 
100.0 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150

2280759 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907290 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11

2280761 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907292 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86

2280762 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907293 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708927 STATION 
BROOK 
ST RET, 
1004, 
100.0 KV

42762857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144
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20440400 1210, 
REGULATO
R 1PH, 
250.00000
00000 
KVA, 
280.00000
00000 KVA

REGULATO
R

2894194 REGULATO
R BANK 
1210, 
UNITS - 3, 
6.9000000
000 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2213945 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891364 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1115 ON

2213950 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891363 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1673 OFF

2257254 1206,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894192 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2257511 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894192 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2257560 1211,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894195 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2257562 1211,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894195 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L11
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2258010 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893726 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2258011 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893726 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2258171 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893726 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259353 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894194 REGULATO
R BANK 
1210, 
UNITS - 3, 
6.9000000
000 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2259603 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894192 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259615 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894194 REGULATO
R BANK 
1210, 
UNITS - 3, 
6.9000000
000 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2260099 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894193 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

M-100 Sub 163 
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2260817 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894191 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2261225 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894191 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261226 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894191 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2261655 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894195 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2274847 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902002 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1115 146 148 146

2274848 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902003 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1673 149 151 151

2275396 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902427 BREAKER 
1206, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1143 0 175 198 175
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2275587 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902530 BREAKER 
1209, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1217 1 250 244 257

2275589 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902532 BREAKER 
1205, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1414 0 305 293 301

2275628 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902564 BREAKER 
1210, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1585 1 375 413 423

2276147 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903065 BREAKER 
1207, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0297 1 125 124 131

2277060 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903916 BREAKER 
100KV HT, 
100.0 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 084 0

2278134 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904878 BREAKER 
12AX, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01130 0 96 96 102

2279021 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905696 BREAKER 
1211, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 133 77 78 86
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2279693 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906317 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0393 0

2280314 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906881 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0412 0

2280904 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907426 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0456 0

2387746 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894193 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710855 STATION 
BROOK
WOOD 
RET, 
1456, 
100.0 KV

42764807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2256888 1213,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894874 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05

2258005 1214,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894875 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L01

2258196 1214,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894875 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L04

M-100 Sub 163 
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2258228 1213,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894874 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L03

2258877 1212,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894873 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L04

2258932 1212,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894873 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L04

2260552 1213,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894874 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L04

2261404 1212,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894873 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L03

2275332 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026110 BREAKER 
12AX, 
12.47 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 133 0 0 0

2277294 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904111 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 405 536 567 560
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2278902 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905580 BREAKER 
1214, 
12.47 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 286 297 304

2279774 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906393 BREAKER 
100KV HT, 
100.0 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 027 0

2280051 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906642 BREAKER 
1212, 
12.47 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 0 120 129 127

2415468 1214,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894875 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L01

2442003 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906874 BREAKER 
1213, 
12.47 KV

2710839 STATION 
BROWNS 
FORD 
RET, 
1592, 
100.0 KV

42764440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 097 197 248 194

2259629 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893794 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R08

2259631 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894280 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04
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2259632 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894280 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259640 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894280 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259796 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893794 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259821 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893794 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2276419 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903313 BREAKER 
1202, 
12.47 KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 620 0 122 142 108

2280457 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907014 BREAKER 
1203, 
12.47 KV

2708875 STATION 
BRYANT 
ST RET, 
3231, 
44.0 KV

42764723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 903 0 167 225 233

2214431 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891515 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 004 OFF
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2214476 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891516 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214477 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891517 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214655 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891518 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215246 5A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893338 CAPACITO
R BANK 
5A, 24.0 
KV, 4,500.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 OFF

2215491 6A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893339 CAPACITO
R BANK 
6A, 24.0 
KV, 3,000.0 
KVAR

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 OFF

2255023 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859940 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2255026 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859941 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01
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2255538 1215,REGU
LATOR 
3PH, 13.2 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894181 REGULATO
R 
1215,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255605 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894170 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255606 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894174 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255682 1209,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894175 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255891 1216,REGU
LATOR 
3PH, 13.2 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894182 REGULATO
R 
1216,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256093 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894176 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256388 1211,REGU
LATOR 
3PH, 13.2 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894177 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2257502 1213,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894179 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257974 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894171 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257975 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894172 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258472 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894171 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258501 1214,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894180 REGULATO
R 
1214,PHAS
E 0.0, 0.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258502 1214,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894180 REGULATO
R 
1214,PHAS
E 0.0, 0.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258503 1214,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894180 REGULATO
R 
1214,PHAS
E 0.0, 0.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2259121 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894172 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259191 1212,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894178 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259192 1212,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894178 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260281 1213,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894179 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260297 1213,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894179 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260777 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894178 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261498 1203,REGU
LATOR 
3PH, 500.0 
KVA

REGULATO
R

2894169 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2261722 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894171 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261932 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894172 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2273460 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900685 BREAKER 
1210, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 0 275 291 277

2273660 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900879 BREAKER 
0401, 4.16 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1430 0 121 099 098

2273661 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900880 BREAKER 
0402, 4.16 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1210 0 094 081 101

2273759 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900973 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 934 970 937

2273929 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901131 BREAKER 
CBK 6A 
BRK, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 0 0 0
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2273930 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901132 BREAKER 
CBK 5A 
BRK, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 0 0 0

2274305 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901490 BREAKER 
1214, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130

2274933 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902082 BREAKER 
1212, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 052 0 0 0

2274937 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902086 BREAKER 
1211, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 062 062 062

2275049 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902184 BREAKER 
1206, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 303 316 305

2275050 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902185 BREAKER 
1205, 13.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2275171 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902272 BREAKER 
2407, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 818 0 077 082 078

M-100 Sub 163 
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2275351 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902413 BREAKER 
1203, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 0 087 093 093

2275648 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902584 BREAKER 
BK 5 24KV 
LT, 24.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 495 0 0 0 0

2275730 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902664 BREAKER 
1209, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 0 166 177 265

2275732 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902666 BREAKER 
12AX, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328

2275891 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902819 BREAKER 
1215, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 0

2276414 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903310 BREAKER 
BUXTON 
N, 100.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 559 1

2276967 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903823 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 410 0

M-100 Sub 163 
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2277135 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903985 BREAKER 
2411, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 0 062 062 062

2277628 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904420 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 396 0 0 0

2277680 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904469 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 396 0 0 0

2277935 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904708 BREAKER 
1216, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278025 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904783 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278030 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904787 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 0 0 0 0

2278186 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904929 BREAKER 
BK 7 24KV 
HT, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 066 0 028 027 029

M-100 Sub 163 
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2278202 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904943 BREAKER 
1204, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 0 135 137 134

2278233 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904970 BREAKER 
1213, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 323

2278267 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904999 BREAKER 
1208, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 0 121 142 186

2278301 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905031 BREAKER 
1207, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 0 152 163 209

2278326 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905052 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278403 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905108 BREAKER 
BK 5&6 
100KV HT, 
100.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 037 0

2278946 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905623 BREAKER 
BK 6 24KV 
LT, 24.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 705 0 0 0 0

M-100 Sub 163 
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2278994 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905669 BREAKER 
24AX, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 437

2278997 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905672 BREAKER 
BUS 5&6 
24KV TIE, 
24.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 637 0 0 0 0

2279915 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906522 BREAKER 
BUXTON S, 
100.0 KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 077 0

2434025 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894173 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2434026 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894173 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2438133 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894173 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2438588 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902342 BREAKER 
2408, 24.0 
KV

2710856 STATION 
BUXTON 
ST RET, 
1030, 
100.0 KV

42763314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 032 042 042 042

M-100 Sub 163 
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20882003 1203, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894501 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

20882212 1202, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7.2 KV, 
333.0 KVA, 
373.0 KVA

REGULATO
R

3058899 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2258699 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894499 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2259848 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894501 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2260712 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894501 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261023 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894499 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2279304 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905962 BREAKER 
1203, 
12.47 KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 504 109 122 095
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2279305 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905963 BREAKER 
1201, 
12.47 KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 529 203 210 224

2421459 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3058899 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2439092 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058877 BREAKER 
1202, 
12.47 KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 149 133 168

2442754 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3058899 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2872361 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894499 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710840 STATION 
CAIRO 
RET, 
1751, 
100.0 KV

42763059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2215357 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893388 CAPACITO
R BANK 
3A, 13.0 
KV, 4,200.0 
KVAR

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 286 OFF

2256357 1210,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893870 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

M-100 Sub 163 
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2257241 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893868 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L04

2257307 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893870 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257470 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893869 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2257688 1209,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893869 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259173 1209,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893869 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259251 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893868 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L05

2259264 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893870 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

M-100 Sub 163 
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2259335 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893868 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2274816 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901972 BREAKER 
1203, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00303 316 291 318

2274817 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901973 BREAKER 
1210, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00329 228 225 253

2274818 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901974 BREAKER 
1209, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00314 237 210 266

2274819 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901975 BREAKER 
1201, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00249 125 127 128

2274829 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901985 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00249 0 0 0

2274830 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901986 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00265 393 392 399
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2274831 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901987 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710857 STATION 
CASSELL 
ST SS, 
1401, 
100.0 KV

42762734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00255 361 377 391

20522046 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904844 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 343 574 542 563

20522048 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904846 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348

20522049 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904842 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 625 670 649

2213956 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891474 CAPACITO
R BANK 
1A, 12.47 
KV, 2,700.0 
KVAR

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 375 OFF

2214651 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891475 CAPACITO
R BANK 
2A, 12.47 
KV, 2,700.0 
KVAR

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 885 OFF
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2256836 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894150 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2257030 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894147 REGULATO
R 
1208,PHAS
E 0.0, 
250.0 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257226 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894146 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2257529 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894145 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2257695 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894148 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2258750 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894147 REGULATO
R 
1208,PHAS
E 0.0, 
250.0 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral

2258775 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894147 REGULATO
R 
1208,PHAS
E 0.0, 
250.0 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

M-100 Sub 163 
PSDR2-2



2259571 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894148 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259786 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894145 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2259807 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894148 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259825 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894145 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2274632 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901801 BREAKER 
1209, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 533 155 179 175

2274638 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901806 BREAKER 
1205, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 375 250 241 280

2274713 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901877 BREAKER 
1210, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 292 179 192 199
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2277586 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904380 BREAKER 
1206, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 533 187 172 184

2277671 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904461 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277674 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904464 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278079 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904827 BREAKER 
1208, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 332 366 355

2280038 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906630 BREAKER 
12AX, 
12.47 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 526

2280236 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906810 BREAKER 
100KV HT, 
100.0 KV

2709080 STATION 
CLEMM
ONS RET, 
1018, 
100.0 KV

42765015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 546

2214006 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893268 CAPACITO
R BANK 
2A, 12.47 
KV, 1,800.0 
KVAR

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 OFF

M-100 Sub 163 
PSDR2-2



2257072 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894085 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2258385 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894086 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L03

2258448 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894086 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L01

2261552 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894085 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R13

2275306 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902381 BREAKER 
1203, 
12.47 KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 152 220 188 174

2275307 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902382 BREAKER 
0401, 4.16 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 173 253 256

2434434 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894085 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

M-100 Sub 163 
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2871125 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894086 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710222 STATION 
COOLEE
MEE 
RET, 
1117, 
72.0 KV

42763211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

20228839 REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
76.2 KVA

REGULATO
R

2893981 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L04

2256864 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893981 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2256865 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893981 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2260958 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893980 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2261000 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893980 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L01

2261081 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893980 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

M-100 Sub 163 
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2277975 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2904743 BREAKER 
44KV HT, 
44.0 KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 428 0

2279089 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905757 BREAKER 
1201, 
12.47 KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 690 209 228 236

2279090 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905758 BREAKER 
1202, 
12.47 KV

2708924 STATION 
CYCLE 
RET, 
3517, 
44.0 KV

42762856 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 584 222 177 183

2275494 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034669 BREAKER 
CT 9 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 179 0 1125 1138 1116

2275495 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034659 BREAKER 
MAYO BL, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160 0 1080 1063 1029

2275496 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034660 BREAKER 
MAYO WH, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141 0 1045 1022 987

2275497 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034657 BREAKER 
MOTLEY 
BL, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 131 0 388 386 386
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2275498 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034658 BREAKER 
MOTLEY 
WH, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0 490 492 491

2275499 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034656 BREAKER 
STEAM 
WH, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 0 1508 1516 1522

2275500 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034655 BREAKER 
STEAM BL, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 0 1641 1631 1624

2275503 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034666 BREAKER 
CT 7 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 278 0 1887 1867 1874

2275504 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034652 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0 1393 1375 1360

2275505 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034668 BREAKER 
CT 8 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

42761752 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 0 1127 1139 1121

2275494 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034669 BREAKER 
CT 9 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 179 0 1060 1074 1053
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PSDR2-2



2275495 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034659 BREAKER 
MAYO BL, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 160 0 506 516 496

2275496 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034660 BREAKER 
MAYO WH, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 141 0 567 564 564

2275497 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034657 BREAKER 
MOTLEY 
BL, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 131 0 46 48 45

2275498 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034658 BREAKER 
MOTLEY 
WH, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 156 0 166 168 171

2275499 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034656 BREAKER 
STEAM 
WH, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 148 0 1382 1389 1402

2275500 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034655 BREAKER 
STEAM BL, 
100.0 KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 155 0 1517 1511 1502

2275503 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034666 BREAKER 
CT 7 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 278 0 1789 1767 1783
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2275504 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034652 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 164 0 964 951 971

2275505 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034668 BREAKER 
CT 8 100KV 
HT, 100.0 
KV

2709535 STATION 
DAN 
RIVER 
CTCC 
STA 
YARD, 
2649, 
100.000 
KV

43130795 NORMAL 
STATION 
INSPECTIO
N - DAN 
RIVER 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 148 0 1057 1068 1051

20534692 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42121416 BREAKER 
100KV 
YELLOW 
BUS JCT, 
100.000 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 0 576 604 619

2275501 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3034650 BREAKER 
STEAM 
WH, 100.0 
KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 0 1508 1515 1521

2275502 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3034648 BREAKER 
STEAM BL, 
100.0 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144 0 1641 1631 1624

2445871 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905219 BREAKER 
100KV RED 
BUS JCT, 
100.000 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 0 577 606 882
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2445873 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905218 BREAKER 
REIDSVILLE 
BL, 100.0 
KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 0 607 611 609

2445874 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3067071 BREAKER 
RIDGEWAY 
100KV HT, 
100.0 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 0 606 620 623

2445875 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905217 BREAKER 
DAN RIVER 
BL, 100.0 
KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 0 661 647 627

2445876 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905216 BREAKER 
REIDSVILLE 
WH, 100.0 
KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 0 614 607 608

2445877 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905214 BREAKER 
WOLF 
CREEK BL, 
100.0 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 126 0 598 601 604

2445878 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905215 BREAKER 
DAN RIVER 
WH, 100.0 
KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 0 572 560 562
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2445879 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905213 BREAKER 
WOLF 
CREEK WH, 
100.0 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 158 0 609 611 609

2450120 BREAKER 
GAS, 
Unknown 
PH, 
138.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904510 BREAKER 
RIDGEWAY 
138KV, 
138.0 KV

2710398 STATION 
DAN 
RIVER 
STEAM 
STA, 
3525, 
161.0 KV

42761803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 0 469 480 482

20009177 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893471 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20009186 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893471 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

20009189 205,REGUL
ATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893471 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

20016240 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894616 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R07

2256548 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894622 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R01
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2256551 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894622 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2256837 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894622 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2262078 1201,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894616 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

2262079 1201,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894616 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R05

2275976 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902901 BREAKER 
1202, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 076 0 276 290 288

2277430 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904237 BREAKER 
1205, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 933 387 402 386

2277833 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904606 BREAKER 
1201, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 120 410 403 385
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2448119 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150776 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 028 668 679 663

2448120 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150841 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 043 0 0 0

2448121 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150840 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 035 442 458 472

2458918 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150753 BREAKER 
1207, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 96 67 64

2458924 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150839 BREAKER 
12AX, 
12.47 KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 048 0 0 0

2843528 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150842 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2843530 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150842 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2843531 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150842 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2843532 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150843 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843533 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150843 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843534 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150843 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708879 STATION 
DAN 
VALLEY 
RET, 
1747, 
100.0 KV

42764550 NORMAL 
STATION 
INSPECTIO
N - DAN 
VALLEY 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256309 2402,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894202 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2257702 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893909 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258696 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894202 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

M-100 Sub 163 
PSDR2-2



2258713 2402,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894202 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R10

2259108 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893909 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2259109 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893909 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2274919 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902068 BREAKER 
2403, 24.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00424 53 71 64

2277438 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904245 BREAKER 
2402, 24.0 
KV

2708878 STATION 
DANBUR
Y RET, 
3527, 
44.0 KV

42763852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99334 146 150 148

20016189 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892769 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 660 OFF

20634637 1204, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42309734 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L02
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20634824 1201, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894020 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L03

20635078 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42309735 BREAKER 
1204, 
12.470 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339 159 158 128

20635105 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904453 BREAKER 
1201, 
12.47 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 358 126 126 155

20635107 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907161 BREAKER 
1202, 
12.47 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 205 195 195

2257691 1202, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894021 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L03

2257995 1202, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894021 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L02
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2258210 1202, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894021 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L04

2392839 1201, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894020 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R05

2420367 1204, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42309734 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L02

2420368 1204, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42309734 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2420380 1201, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894020 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708928 STATION 
DOBSON 
RET, 
3566, 
44.0 KV

42763065 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L02

2257018 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894330 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2257021 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894331 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04
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2257022 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894331 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2257043 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894330 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2257044 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894331 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2277340 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904152 BREAKER 
0401, 4.16 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 0 150 204 180

2277568 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904363 BREAKER 
0402, 4.16 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 045 0 180 120 180

2392829 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894330 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708880 STATION 
DRAPER 
RET, 
3583, 
44.0 KV

42763189 NORMAL 
STATION 
INSPECTIO
N - 
DRAPER 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02
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20615347 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42276295 BREAKER 
1204, 
15.500 KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00340 153 128 182

20617374 1204, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

42276293 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L06

20617378 1204, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

42276293 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

20617379 1204, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

42276293 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2259030 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015810 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2259041 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015809 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05

2259051 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015810 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05

2259052 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015809 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05
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2261562 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015810 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2261563 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015809 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2275018 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015379 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00084 335 471 409

2275333 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015376 BREAKER 
1201, 13.0 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00129 131 172 142

2275334 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015378 BREAKER 
1203, 13.0 
KV

2710876 STATION 
EBERT 
RD RET, 
2620, 
100.0 KV

42763779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00163 187 192 179

2256541 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893962 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2259795 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893964 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03
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2259797 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893964 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259798 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893965 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2261470 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893965 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2261471 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893964 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261654 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893965 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2274501 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901675 BREAKER 
1208, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 999 119 133 138

2275702 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902637 BREAKER 
1207, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 210 234 227

M-100 Sub 163 
PSDR2-2



2275703 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902638 BREAKER 
1203, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 146 179 130

2275712 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902647 BREAKER 
12AX, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255

2275755 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902688 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 652

2275759 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902692 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509 492 543 501

2275763 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902696 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 557 397 436 434

2275778 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902710 BREAKER 
100KV HT, 
100.0 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142

2280563 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907110 BREAKER 
1204, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 261 150 168 136

M-100 Sub 163 
PSDR2-2



2415857 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080087 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2452153 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080076 BREAKER 
1205, 
12.47 KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 162 160 144

2829141 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080086 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2829149 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080086 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2829150 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080086 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2829151 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080087 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2829152 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080087 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

M-100 Sub 163 
PSDR2-2



2873122 BK 1 
1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893963 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2873123 BK 1 
1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893963 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2873124 BK 1 
1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893963 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2711356 STATION 
ELK 
VALLEY 
RET, 
1483, 
100.0 KV

42763165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

20364001 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2904374 BREAKER 
0402, 
15.500 KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 352 197 201 183

20364018 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900602 BREAKER 
0401, 
15.500 KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 326 159 176 143

20364036 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901205 BREAKER 
1204, 
15.500 KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 141 175 127

20364040 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901098 BREAKER 
1203, 
15.500 KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 171 166 170

M-100 Sub 163 
PSDR2-2



2258289 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893951 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2258291 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893951 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2258620 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893951 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2260076 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893952 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260077 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893952 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260078 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893952 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2276470 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903359 BREAKER 
RONDA, 
44.0 KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 009 0

M-100 Sub 163 
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2392836 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893954 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2392857 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893954 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2392860 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893954 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2843360 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893953 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2843361 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893953 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2843362 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893953 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708929 STATION 
ELKIN 
RET, 
1006, 
44.0 KV

42764457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R10

20366981 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41716301 BREAKER 
1208, 
15.500 KV

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 343 109 132 109

M-100 Sub 163 
PSDR2-2



20366983 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41716317 BREAKER 
1207, 
15.500 KV

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 133 170 130

20366984 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  4 
CYCLES

CIRCUIT 
BREAKER

41716316 BREAKER 
BK 3 LT, 
15.500 KV

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 263 301 261

20539789 1207, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

42131539 REGULATO
R BANK 
1207

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

20539790 1207, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

42131539 REGULATO
R BANK 
1207

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

20539791 1207, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

42131539 REGULATO
R BANK 
1207

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

20539792 1208, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

42131552 REGULATO
R BANK 
1208

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

20539793 1208, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

42131552 REGULATO
R BANK 
1208

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

20539794 1208, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

42131552 REGULATO
R BANK 
1208

2709484 STATION 
ELLISBO
RO RET, 
2012, 
0.000 KV

42761886 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01
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2279780 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906398 BREAKER 
CRESCENT 
EMC DEL 
21 TAP, 
100.0 KV

2710215 STATION 
ENERGY
UNITED 
EMC DEL 
21, 1737, 
100.0 KV

42765017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 901

2279980 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906583 BREAKER 
ENERGYUN
ITED EMC 
DEL 40 
TAP, 100.0 
KV

2709081 STATION 
ENERGY
UNITED 
EMC DEL 
40, 1673, 
100.0 KV

42764756 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 026 0

2272818 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900070 BREAKER 
PCB 22, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 483 0

2272819 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900071 BREAKER 
PCB 2, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 399 0

2272820 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900072 BREAKER 
PCB 14, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 382 0

2272821 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900073 BREAKER 
PCB 4, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 390 0

2272822 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900074 BREAKER 
PCB 12, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 397 0
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2273942 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901143 BREAKER 
PCB 24, 
230.0 KV

2710086 STATION 
ERNEST 
SW STA, 
1833, 
230.0 KV

42763580 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 0

2214591 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892731 CAPACITO
R BANK 3B, 
12.47 KV, 
3,000.0 
KVAR

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 067 OFF

2214659 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892729 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 059 OFF

2214927 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892728 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 481 OFF

2215035 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892730 CAPACITO
R BANK 
3A, 12.47 
KV, 3,000.0 
KVAR

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 743 OFF

2255414 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894885 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2257230 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894888 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2257343 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894890 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01
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2259255 1210,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894890 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2259367 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894890 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259822 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894887 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259823 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894887 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2259847 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894887 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2274614 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901784 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0 0 0

2274615 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901785 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 169 447 492 473
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2274624 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901794 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 538 518 480

2277521 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904326 BREAKER 
1210, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 010 225 239 236

2277523 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904328 BREAKER 
1206, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 695 237 244 253

2277597 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904389 BREAKER 
1203, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 541 122 147 105

2277598 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904390 BREAKER 
1207, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 518 8.412 8.461 8.692

2277600 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904392 BREAKER 
1204, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 535 153 160 171

2277603 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904395 BREAKER 
1208, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 674 155 284 239
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2277644 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904435 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 534 0 0 0

2277646 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904437 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 0 0 0

2278155 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904898 BREAKER 
12AX, 
12.47 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 663 0 0 0 0

2279881 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906492 BREAKER 
100KV HT, 
100.0 KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 947 0

2392833 1208,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894889 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2392847 1208,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894889 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2392861 1208,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894889 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L05
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2447140 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894886 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L04

2447141 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894886 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L03

2455066 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894886 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710256 STATION 
FAIRPLAI
NS RET, 
1375, 
100.0 KV

42762840 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

20494134 1202, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893993 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L02

20494135 1202, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893993 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

20494136 1202, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893993 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2215437 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892369 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 574 OFF

2260794 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893992 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

M-100 Sub 163 
PSDR2-2



2261509 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893992 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261524 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893992 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2275374 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3017648 BREAKER 
BK 1A&1B 
12.5KV LT, 
12.47 KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 426 416 345

2277515 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904320 BREAKER 
1201, 
12.47 KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 809 276 285 213

2277516 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904321 BREAKER 
1202, 
12.47 KV

2710120 STATION 
FALL 
CREEK 
RET, 
3679, 
69.0 KV

42763873 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 169 142 145

20006642 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893558 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

20006643 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893558 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L05

M-100 Sub 163 
PSDR2-2



20006644 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893558 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20006646 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894210 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

20006647 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894210 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20006648 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894210 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L04

20006651 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894211 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

20006653 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894211 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

20006655 1210,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894211 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

M-100 Sub 163 
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2256088 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894208 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2258724 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894209 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258725 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894209 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2260802 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894209 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2273893 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901099 BREAKER 
1205, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 319 0 256 284 271

2273894 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901100 BREAKER 
1206, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 1 278 273 273

2278164 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904907 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 406 0 635 612 519

M-100 Sub 163 
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2280352 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906917 BREAKER 
100KV HT, 
100.0 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 063 0

2458059 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904896 BREAKER 
12AX, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 359 0 0 0

2873443 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904516 BREAKER 
1209, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 070 108 169 135

2873444 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904387 BREAKER 
1210, 13.0 
KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 266 263 292

2873445 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900342 BREAKER 
1208, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 084 170 170 163

2873453 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904903 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710861 STATION 
FIDDLER
S CREEK 
RET, 
1258, 
100.0 KV

42763077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 041 0 0 0

2260265 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894099 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710771 STATION 
FLAT 
SHOAL 
RET, 
3716, 
44.0 KV

42762710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

M-100 Sub 163 
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2260266 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894099 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710771 STATION 
FLAT 
SHOAL 
RET, 
3716, 
44.0 KV

42762710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260532 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894099 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710771 STATION 
FLAT 
SHOAL 
RET, 
3716, 
44.0 KV

42762710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2842851 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903248 BREAKER 
1201, 
12.47 KV

2710771 STATION 
FLAT 
SHOAL 
RET, 
3716, 
44.0 KV

42762710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 038 131 103 108

2448394 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891607 CAPACITO
R BANK 
1A, 0.48 
KV, 1,200.0 
KVAR

2708882 STATION 
FRONTIE
R 
SPINNIN
G M PL 
3, 4238, 
44.0 KV

42764364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 828 ON

2448420 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891608 CAPACITO
R BANK 1B, 
0.48 KV, 
1,400.0 
KVAR

2708882 STATION 
FRONTIE
R 
SPINNIN
G M PL 
3, 4238, 
44.0 KV

42764364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 278 ON

2258949 1200,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 996.0 
KVA

REGULATO
R

2893932 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2258950 1200,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 996.0 
KVA

REGULATO
R

2893932 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L07

M-100 Sub 163 
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2258951 1200,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 996.0 
KVA

REGULATO
R

2893932 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L07

2275138 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902243 BREAKER 
1203, 
12.47 KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 101 151 85

2275140 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902245 BREAKER 
1201, 
12.47 KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 159 233 208 210

2275141 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902246 BREAKER 
1202, 
12.47 KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 116 97 98 120

2275149 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902253 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710779 STATION 
GOODWI
LL 
CHURCH 
RD RET, 
2584, 
100.0 KV

42763394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 072 408 435 377

2255082 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2860169 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

M-100 Sub 163 
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2255093 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860168 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2273114 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900352 BREAKER 
1212, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00481 259 236 247

2273969 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901167 BREAKER 
1214, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00302 239 241 252

2273970 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901168 BREAKER 
1209, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00285 242 251 244

2279069 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905738 BREAKER 
12AX, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00473 0 0 0

2279071 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905740 BREAKER 
1208, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00660 235 211 219

2279207 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905867 BREAKER 
1213, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00093 469 470 458

M-100 Sub 163 
PSDR2-2



2279243 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905902 BREAKER 
1207, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0470 353 346 347

2279470 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906114 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 096 0 0 0

2279471 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906115 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00068

2279472 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906116 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99972

2450632 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901513 BREAKER 
100KV HT, 
100.0 KV

2710868 STATION 
GRIFFITH 
RD RET, 
1656, 
100.0 KV

42764783 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00054 0

20523518 REGULATO
R 1PH, 
PHASE A, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894207 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

20523519 REGULATO
R 1PH, 
PHASE C, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894207 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

M-100 Sub 163 
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20523520 REGULATO
R 1PH, 
PHASE B, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894207 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2214482 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891390 CAPACITO
R BANK 
1A, 12.47 
KV, 3,150.0 
KVAR

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 ON

2214531 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891391 CAPACITO
R BANK 
2A, 12.47 
KV, 3,150.0 
KVAR

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 ON

2256835 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894204 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2257087 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894205 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2257296 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894205 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2257528 1204,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894205 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2275878 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902806 BREAKER 
1207, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 725 0 329 308 328

2275881 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902809 BREAKER 
12AX, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 076 0 0 0 0

2275883 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902811 BREAKER 
1204, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 143 0 207 200 184

2275886 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902814 BREAKER 
1203, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 358 0 217 218 203

2277122 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903974 BREAKER 
100KV HT, 
100.0 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 696 0

2277778 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904558 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0 626 614 638

2277779 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904559 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 082 0 783 792 789

M-100 Sub 163 
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2277782 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904562 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 029 0 0 0 0

2278896 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905574 BREAKER 
1208, 
12.47 KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 609 298 225 316

2280673 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907207 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 130 131 130

2280674 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907208 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2346 131 131 131

2458784 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894206 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2458785 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894206 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2458786 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894206 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

M-100 Sub 163 
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2458801 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3067028 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2458802 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3067028 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2458803 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3067028 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710869 STATION 
GUTHRIE 
RET, 
1505, 
100.0 KV

42763163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20120689 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900853 BREAKER 
1205, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00362 232 261 225

20120749 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900855 BREAKER 
1207, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00339 206 207 203

20120751 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901152 BREAKER 
1206, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00334 100 102 99
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20269529 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906343 BREAKER 
1214, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00342 0

2214100 6A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891486 CAPACITO
R BANK 
6A, 12.47 
KV, 3,600.0 
KVAR

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 190 OFF

2214101 6B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891487 CAPACITO
R BANK 6B, 
12.47 KV, 
3,600.0 
KVAR

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF

2214102 4A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891488 CAPACITO
R BANK 
4A, 12.47 
KV, 3,600.0 
KVAR

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 OFF

2214103 4B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891489 CAPACITO
R BANK 4B, 
12.47 KV, 
3,600.0 
KVAR

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8 OFF

2215841 2A CAPACITO
R

2893323 CAPACITO
R BANK 
2A, 0.0 KV, 
3,600.0 
KVAR

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 881 OFF

2254978 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2859795 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L06
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2255004 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859792 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R04

2255005 LTC TYPE 
UNKNOW
N, 0.000 
KV, E, LTC 
UNKNOW
N, 882.0 
AMPS

LTC 2859794 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R01

2255006 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859793 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255210 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861233 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2272932 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900179 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01071 0 0 0

2273005 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900248 BREAKER 
BK 4 
12.5KV LT, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00155 839 876 813

2273432 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900660 BREAKER 
12AX, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01509 0 0 0 0
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2273500 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900725 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00187 270 278 261

2273502 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900727 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00092 0 0 0

2273517 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900742 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00062 0

2274148 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901341 BREAKER 
1215, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01116 7 255 241 292

2274275 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901461 BREAKER 
2409, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00371 73 73 68

2274666 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901832 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00310 0 0 0
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2276874 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903736 BREAKER 
BK 4&5&6 
100KV HT, 
100.0 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00438 0

2277486 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904292 BREAKER 
1204, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02624 99 97 97

2277534 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904337 BREAKER 
CBK 
6A&6B 
BRK, 12.47 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03174 0 0 0

2277538 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904340 BREAKER 
CBK 
4A&4B 
BRK, 12.47 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03204 0 0 0

2277620 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904412 BREAKER 
1203, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02297 270 292 255

2278022 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904780 BREAKER 
BUS 5&6 
12.5KV TIE, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01013 0 0 0 0

2278029 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904786 BREAKER 
BUS 4&5 
12.5KV TIE, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00919 0 0 0 0
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2278064 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904816 BREAKER 
BK 6 
12.5KV LT, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00482 0 559 531 577

2279042 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905715 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00343 81 84 83

2279209 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905869 BREAKER 
2407, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00313 45 47 48

2279210 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905870 BREAKER 
2408, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00315 165 172 164

2279211 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905871 BREAKER 
24AX, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00377 0 0 0

2279213 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905873 BREAKER 
2412, 24.0 
KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00337 82 84 83

2280035 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906629 BREAKER 
1212, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00009 0 177 181 168
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2280968 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907482 BREAKER 
1213, 
12.47 KV

2710872 STATION 
HAWTH
ORNE RD 
RET, 
1277, 
100.0 KV

42763469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99990 0 0 0 0

2256876 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894904 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2257061 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894904 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257063 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894904 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2261787 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893547 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2261788 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893547 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261789 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893547 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2273250 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900485 BREAKER 
1201, 
12.47 KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 193 176 207

2276432 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903324 BREAKER 
1202, 
12.47 KV

2708930 STATION 
HAYS 
RET, 
3886, 
44.000 
KV

42762748 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 961 187 161 136

20431688 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2904570 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 0 0 0

20575427 LTC TYPE 
VACUUM

LTC 2859813 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

20577188 BREAKER,  
GAS,  ABC 
PH,  12.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  50 
CYCLES

CIRCUIT 
BREAKER

2904560 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 700 671 733

20779536 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904563 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 0 740 756 739

20796441 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42598554 BREAKER 
1212, 
12.470 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0318 0 205 167 204
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2213932 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891501 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

2255265 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861220 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2255361 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859814 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2273001 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900244 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0 0 0

2273002 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900245 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0215 850 829 847

2273078 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900316 BREAKER 
1210, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 532 251 261 251

2274855 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902010 BREAKER 
1211, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0127 87 108 123
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2276366 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903266 BREAKER 
100KV HT, 
100.0 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 314 0

2277090 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903944 BREAKER 
BAPTIST 
HOSP TAP 
100KV, 
100.0 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 999986 0

2277828 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904601 BREAKER 
1208, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 059 93 116 121

2277832 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904605 BREAKER 
1207, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 324 323 324

2277834 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904607 BREAKER 
1205, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 284 269 272

2277836 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904609 BREAKER 
1204, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 253 240 309

2277841 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904614 BREAKER 
12AX, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 259 0 0 0
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2277842 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904615 BREAKER 
1206, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 656 226 221 220

2279297 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905955 BREAKER 
1209, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 430 321 317 291

2280733 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907264 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 437 0 0 0

2427810 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2859813 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710871 STATION 
HINSHA
W RET, 
1522, 
100.0 KV

42764508 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2214142 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891365 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2710881 STATION 
INGREDI
ON 
INCORP
ORATED, 
1636, 
100.000 
KV

42761990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4009 OFF

2277493 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904299 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710881 STATION 
INGREDI
ON 
INCORP
ORATED, 
1636, 
100.000 
KV

42761990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3991 0 0 0

2420273 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906970 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710881 STATION 
INGREDI
ON 
INCORP
ORATED, 
1636, 
100.000 
KV

42761990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 077 827 841 837
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2213941 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891414 CAPACITO
R BANK 
2A, 12.47 
KV, 2,700.0 
KVAR

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 589 OFF

2213942 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891412 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2666 OFF

2213943 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891413 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1264 OFF

2213944 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891415 CAPACITO
R BANK 2B, 
12.47 KV, 
2,700.0 
KVAR

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 678 OFF

2256537 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894241 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2257739 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894239 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R11

2257741 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894239 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08
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2257744 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894239 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2257801 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894240 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R14

2257802 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894240 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R14

2257804 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894240 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R14

2258767 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894238 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2258768 1202,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894238 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2261196 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894242 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

M-100 Sub 163 
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2261197 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894242 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261198 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894242 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261420 1202,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894238 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2273290 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900525 BREAKER 
100KV HT, 
100.0 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 068 0

2273905 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901107 BREAKER 
1205, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 671 0 318 333 302

2273907 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901109 BREAKER 
1206, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 707 0 372 349 385

2274153 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901346 BREAKER 
1204, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 804 0 447 443 422

M-100 Sub 163 
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2274439 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901616 BREAKER 
1202, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 273 279 277

2274473 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901648 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 0 0 0

2274474 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901649 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 0 0 0

2274475 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901650 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 0 0 0

2277514 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904319 BREAKER 
1203, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 335 345 318

2277562 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904358 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 558 0 0 0

2277791 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904569 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 490 0 0 0

M-100 Sub 163 
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2448464 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151341 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2458919 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151302 BREAKER 
12AX, 
12.47 KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 075 0 0 0

2844153 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151341 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2844154 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151341 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709082 STATION 
KERNERS
VILLE 
RET, 
1110, 
100.0 KV

42765048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255369 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894114 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257953 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894115 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2258199 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894115 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

M-100 Sub 163 
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2275544 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902491 BREAKER 
1203, 
12.47 KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01699 0 156 158 145

2275552 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902497 BREAKER 
1202, 
12.47 KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01294 0 87 116 89

2279017 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905692 BREAKER 
1201, 
12.47 KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 216 211 224

2374836 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894113 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2374837 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894113 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2374838 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894113 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2401885 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894115 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708931 STATION 
KEY ST 
RET, 
4057, 
69.0 KV

42763844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

M-100 Sub 163 
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2255166 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860158 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2255191 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860159 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2273995 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901193 BREAKER 
1207, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00335 256 263 268

2276852 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903715 BREAKER 
100KV HT, 
100.0 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01443 0

2277431 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904238 BREAKER 
12AX, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0 0 0

2278102 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904849 BREAKER 
1210, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00716 1 258 255 250

2280651 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907187 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00093 750 693 749
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2280770 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907301 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0027

2280800 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907330 BREAKER 
1211, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00106 260 248 248

2280804 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907333 BREAKER 
1205, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00162 271 231 296

2280809 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907338 BREAKER 
1209, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00094 193 168 164

2280810 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907339 BREAKER 
1206, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00052 256 279 263

2280824 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907353 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709083 STATION 
KING 
RET, 
1560, 
100.0 KV

42765071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00036

M-100 Sub 163 
PSDR2-2



2275092 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903337 BREAKER 
KOBEWIEL
AND 
COPPER 
LLC TAP, 
100.000 KV

2710735 STATION 
KOBEWI
ELAND 
COPPER 
LLC TAP, 
1515, 
100.0 KV

42761897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2280488 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 5.7 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907044 BREAKER 
44KV HT, 
44.0 KV

2710268 STATION 
L 
POWELL 
NEWCO 
INC, 
3642, 
44.0 KV

42764809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 891 0

2255629 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894315 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257271 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894314 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R15

2260085 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894315 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261269 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894315 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2261424 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894314 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

M-100 Sub 163 
PSDR2-2



2277501 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904307 BREAKER 
0402, 
12.47 KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 828 0 278 227 200

2278117 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904861 BREAKER 
0401, 
12.47 KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 476 4 286 295 270

2392831 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894314 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708885 STATION 
LEAKSVIL
LE RET, 
4119, 
44.0 KV

42764748 NORMAL 
STATION 
INSPECTIO
N - 
LEAKSVILLE 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2255411 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894084 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708932 STATION 
LEVEL 
CROSS 
RET, 
4133, 
100.0 KV

42762494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2272851 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900103 BREAKER 
1201, 
12.47 KV

2708932 STATION 
LEVEL 
CROSS 
RET, 
4133, 
100.0 KV

42762494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 150 129 133

2454533 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903364 BREAKER 
44KV HT, 
44.0 KV

2708932 STATION 
LEVEL 
CROSS 
RET, 
4133, 
100.0 KV

42762494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 059 0

2213947 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891472 CAPACITO
R BANK 
1A, 13.2 
KV, 3,000.0 
KVAR

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 OFF

M-100 Sub 163 
PSDR2-2



2255104 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859394 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2273110 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900348 BREAKER 
1207, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 674 184 199 230

2273501 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900726 BREAKER 
100KV HT, 
100.0 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 133

2275590 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902533 BREAKER 
1211, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 282 257 267

2275593 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902536 BREAKER 
1205, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 302 182 195 246

2275624 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902560 BREAKER 
1212, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 300 359 374 371

2275627 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902563 BREAKER 
1206, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 168 247 324 248

M-100 Sub 163 
PSDR2-2



2278135 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904879 BREAKER 
1209, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 280 294 297

2279388 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906038 BREAKER 
12AX, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 490

2279490 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906133 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 583 717 701

2279491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906134 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 879 871 883

2279492 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906135 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2392587 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905069 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 739

2844178 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2859395 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709084 STATION 
LEWISVIL
LE RET, 
1465, 
100.0 KV

42763274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

M-100 Sub 163 
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2277996 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904761 BREAKER 
LOUISIANA 
PACIFIC 
CORP TAP, 
100.0 KV

2711357 STATION 
LOUISIA
NA 
PACIFIC 
CORP 
TAP, 
1782, 
100.0 KV

42761707 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 798 0

2214749 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2891547 CAPACITO
R BANK 1B, 
2.4 KV, 
4,950.0 
KVAR

2708933 STATION 
LOUISIA
NA 
PACIFIC 
CORP, 
1403, 
100.0 KV

42763590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 OFF

2214750 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892969 CAPACITO
R BANK 
1A, 2.4 KV, 
4,950.0 
KVAR

2708933 STATION 
LOUISIA
NA 
PACIFIC 
CORP, 
1403, 
100.0 KV

42763590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 OFF

2273266 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900501 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708933 STATION 
LOUISIA
NA 
PACIFIC 
CORP, 
1403, 
100.0 KV

42763590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 301 0 0 0

2274072 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901269 BREAKER 
CBK 1B 
BRK, 4.16 
KV

2708933 STATION 
LOUISIA
NA 
PACIFIC 
CORP, 
1403, 
100.0 KV

42763590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 683 0 0 0

2257493 1204 
BK1,REGUL
ATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893865 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L01

2259362 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893865 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L04

M-100 Sub 163 
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2259365 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893865 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2259372 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893864 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2259373 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893864 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L07

2260262 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893864 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L06

2274218 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901408 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00208 322 317 278

2274737 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901898 BREAKER 
1204, 
12.47 KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00263 169 175 161

2274738 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901899 BREAKER 
1203, 
12.47 KV

2710733 STATION 
LUNSFO
RD RD 
RET, 
2579, 
100.0 KV

42763049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00313 159 149 146
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20307518 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 1200 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058581 BREAKER 
1208, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 106 124 124

20652038 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906215 BREAKER 
BK 1&2 
100KV HT, 
100.000 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 051 0

2215385 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893393 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 OFF

2215386 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893392 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 942 OFF

2256354 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894267 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2258498 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894268 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2258714 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894268 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05
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2260994 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894265 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2260995 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894265 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L07

2261004 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894265 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2261797 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894266 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2261798 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894266 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2261799 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894266 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L04

2261890 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3058904 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02
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2261988 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3058904 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2261989 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3058904 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2274527 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901700 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 942 0 0 0

2275965 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902890 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 081 0 54 54 66

2275967 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902892 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 521 0 0 0 0

2275968 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902893 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 022 0 366 388 390

2276162 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903080 BREAKER 
1203, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 0 15 13 16
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2276170 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903088 BREAKER 
1206, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0 274 298 306

2276171 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903089 BREAKER 
12AX, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0 0 0 0

2276173 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903091 BREAKER 
1205, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 018 0 268 280 263

2278898 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905576 BREAKER 
1204, 
12.47 KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 737 119 136 164

2448240 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894268 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708886 STATION 
MADISO
N RET, 
1553, 
100.0 KV

42764725 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2213818 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891620 CAPACITO
R BANK 01, 
44.0 KV, 
18,000.0 
KVAR

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 069 OFF

2214393 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891621 CAPACITO
R BANK 02, 
44.0 KV, 
18,000.0 
KVAR

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 003 OFF
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2214442 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891622 CAPACITO
R BANK 03, 
44.0 KV, 
18,000.0 
KVAR

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 OFF

2275547 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902493 BREAKER 
PINE HALL 
WH, 100.0 
KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 821 0

2276924 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903784 BREAKER 
100KV HT, 
100.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 034 0

2277014 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903870 BREAKER 
PINE HALL 
BL, 100.0 
KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 018 0

2278194 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904936 BREAKER 
MADISON, 
44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 029 0

2279585 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906223 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 029 0

2279836 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906449 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 021 0
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2279948 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906552 BREAKER 
THROWIN
G NO 1, 
44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 033 0

2280049 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906640 BREAKER 
PAYNE 
MILL, 44.0 
KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 049 0

2280694 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907225 BREAKER 
CBK 3 BRK, 
44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 023 0

2280907 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907429 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 041 0

2280971 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907485 BREAKER 
THROWIN
G NO 2, 
44.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 050 0

2433951 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902368 BREAKER 
MAYO WH, 
100.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 0

2433952 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903869 BREAKER 
MAYO BL, 
100.0 KV

2708887 STATION 
MADISO
N TIE, 
1385, 
100.0 KV

42764821 NORMAL 
STATION 
INSPECTIO
N - 
MADISON 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 113 0

M-100 Sub 163 
PSDR2-2



2259377 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893835 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2259391 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893836 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259392 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893837 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259393 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893835 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259394 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893836 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259404 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893837 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2260066 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893838 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

M-100 Sub 163 
PSDR2-2



2260610 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893836 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260611 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893837 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2260613 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893835 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2261729 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893838 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R10

2261730 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893838 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2274578 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901749 BREAKER 
2401, 24.0 
KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 480 222 197 229

2274583 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901754 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 459 222 197 229

M-100 Sub 163 
PSDR2-2



2274607 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901777 BREAKER 
1203, 
12.47 KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 267 347 356 305

2274608 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901778 BREAKER 
1207, 
12.47 KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255 305 369 312

2274609 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901779 BREAKER 
1208, 
12.47 KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 207 383 458 498

2274627 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901797 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710873 STATION 
MAR-
DON DR 
RET, 
2025, 
100.0 KV

42765077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 174 802 891 894

20229493 0402, 
REGULATO
R 1PH, 
PHASE Y, 
4.160 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894263 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

20229494 0402, 
REGULATO
R 1PH, 
PHASE X, 
4.160 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894263 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2260057 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894262 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

M-100 Sub 163 
PSDR2-2



2260336 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894262 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2260510 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894262 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2279185 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905848 BREAKER 
0401, 4.16 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 123 128 130

2279202 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905862 BREAKER 
0402, 4.16 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 458 106 98 95

2414099 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894263 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708888 STATION 
MAYOD
AN RET, 
4239, 
44.0 KV

42764003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R10

2255071 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859592 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09

2255077 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859692 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

M-100 Sub 163 
PSDR2-2



2273036 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900275 BREAKER 
1204, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0179 0 438 420 426

2273522 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900747 BREAKER 
MOTLEY 
WH, 100.0 
KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0276 0 . . .

2274485 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901660 BREAKER 
MILLER 
BREWING 
TAP, 100.0 
KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 0 0 0 0

2274496 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901671 BREAKER 
1205, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1389 0 296 277 325

2277118 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903970 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0119 0 219 214 221

2277617 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904409 BREAKER 
1208, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1334 0 302 279 296

2278151 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904895 BREAKER 
12AX, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1124 0 0 0 0

M-100 Sub 163 
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2279691 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906315 BREAKER 
MOTLEY 
BL, 100.0 
KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0319 0 . . .

2280409 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906969 BREAKER 
1207, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1512 0 303 261 236

2280655 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907191 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0918 0 790 757 801

2280726 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907257 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0235 0 . . .

2280729 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907260 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 067 0 601 536 523

2280896 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907419 BREAKER 
1206, 
12.47 KV

2708889 STATION 
MEADO
W 
GREEN 
RET, 
1507, 
100.000 
KV

42762756 NORMAL 
STATION 
INSPECTIO
N - 
MEADOW 
GREEN RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1933 0 145 145 146

2256552 1209,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894855 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L01
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2258224 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894855 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R01

2259582 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893806 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2259584 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893806 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2259586 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893806 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2260783 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894853 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2261119 1205,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894853 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2261120 1205,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894853 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2261962 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894854 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2261963 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894854 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2261964 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894854 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2273906 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901108 BREAKER 
1206, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 159 0 206 195 179

2275008 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902149 BREAKER 
100KV HT, 
100.0 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 162 0

2275359 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902415 BREAKER 
1209, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 447 0 237 195 239

2275444 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044662 BREAKER 
1207, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 099 144 122 140
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2275626 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902562 BREAKER 
1205, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 491 0 153 178 155

2278088 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904836 BREAKER 
12AX, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0 0 0 0

2279176 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905839 BREAKER 
1210, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 464 210 194 185

2279535 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906175 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0 0 0 0

2279582 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906220 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 387 0 487 488 460

2279629 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906260 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 382 0 438 383 411

2388193 1207,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3044668 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01
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2388199 1207,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3044668 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2388254 1207,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3044668 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2442371 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894855 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2710841 STATION 
MILLERS 
CREEK 
RET, 
1463, 
100.000 
KV

42763219 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2214703 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892572 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 560 OFF

2214704 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892573 CAPACITO
R BANK 02, 
100.0 KV, 
57,600.0 
KVAR

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 OFF

2274514 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901688 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 421 0

2275204 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902304 BREAKER 
BANNERTO
WN WH, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 1
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2275215 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902314 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 089 2

2275216 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902315 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 4

2275217 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902316 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2275231 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902327 BREAKER 
MITCHELL 
RIVER BL, 
230.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2275232 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902328 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 0

2275233 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902329 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 122 3

2275247 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902336 BREAKER 
BANNERTO
WN BL, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 033 1
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2275465 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902449 BREAKER 
YADKIN 
WH, 100.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 055 0

2275506 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902462 BREAKER 
YADKIN BL, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 048 0

2275525 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902472 BREAKER 
BOONVILL
E WH, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 097 1

2275536 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902483 BREAKER 
BOONVILL
E BL, 100.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 0

2276057 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902980 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 040 2

2276058 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902981 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 041 2

2276827 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903690 BREAKER 
ROCKFORD
, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 036 3
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2276829 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903692 BREAKER 
ELKIN NO 
2, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 031 0

2276830 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903693 BREAKER 
ELKIN NO 
1, 44.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 028 0

2277085 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903939 BREAKER 
ELK VALLEY 
BL, 100.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 083 0

2277086 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903940 BREAKER 
ELK VALLEY 
WH, 100.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2278468 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905166 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 041 3

2278480 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905178 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 3

2279600 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906238 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 765 0
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2279708 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906331 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 709 0

2279825 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906438 BREAKER 
MITCHELL 
RIVER WH, 
230.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 994 0

2280110 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906697 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 981 2

2280260 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906833 BREAKER 
SURRY BL, 
230.0 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 720 0

2441297 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906436 BREAKER 
CLINGMAN 
WH, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 242 0

2441301 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906428 BREAKER 
CLINGMAN 
BL, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 204 0

2447710 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905044 BREAKER 
230KV BUS 
JCT YEL, 
230.000 KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 299 0
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2447711 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904978 BREAKER 
SURRY 
WH, 230.0 
KV

2710255 STATION 
MITCHEL
L RIVER 
TIE, 
1075, 
230.0 KV

42765000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0

2214210 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892876 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 OFF

2214211 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892877 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2215231 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892883 CAPACITO
R BANK 06, 
100.0 KV, 
28,800.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF

2215406 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892882 CAPACITO
R BANK 05, 
100.0 KV, 
28,800.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 478 ON

2215407 07,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893257 CAPACITO
R BANK 07, 
100.0 KV, 
28,800.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 OFF

2215442 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892880 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210 OFF
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2215443 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892881 CAPACITO
R BANK 02, 
44.0 KV, 
10,800.0 
KVAR

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 OFF

2256776 2403,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894092 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2256809 2402,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894091 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257758 2401,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894089 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2258695 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894092 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2259074 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894088 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260039 2404,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894093 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2260063 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894089 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2260083 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894089 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2260304 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894091 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2260607 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894092 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2260746 2404,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894093 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2260747 2404,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894093 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261333 2402,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894091 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03
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2273592 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900813 BREAKER 
BK 1A 
24KV LT, 
24.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111

2274269 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901457 BREAKER 
2401, 24.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 632 231 243 260

2274283 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901469 BREAKER 
2404, 24.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 475 122 126 124

2274577 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901748 BREAKER 
BK 1B 
24KV LT, 
24.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 402

2275894 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902822 BREAKER 
04AX, 4.16 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247

2275895 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902823 BREAKER 
0402, 4.16 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 195 173 218

2275896 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902824 BREAKER 
0403, 4.16 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 155 146 129
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2275897 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902825 BREAKER 
0404, 4.16 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 91 109 109

2276641 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903520 BREAKER 
BEAR 
CREEK, 
44.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130

2278055 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904808 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 436

2279984 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906587 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 974

2279994 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
0 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906595 BREAKER 
2402, 24.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 244 246 220 237

2280221 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906796 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 442

2280225 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906800 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 648
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2280337 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906902 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 632

2281013 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907524 BREAKER 
2403, 24.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 94 93 101

2394961 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903214 BREAKER 
MOCKSVIL
LE WH, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89

2394962 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903215 BREAKER 
MOCKSVIL
LE BL, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105

2411970 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894087 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2411973 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894087 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2411974 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894087 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04
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2411990 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894088 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2411991 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894088 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2413705 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903727 BREAKER 
BK 4&5&6 
100KV HT, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

2413706 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902985 BREAKER 
CBK 
5&6&7 
BRK, 100.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70

2414094 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3033113 REGULATO
R 
0404,PHAS
E 1.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2414096 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3033113 REGULATO
R 
0404,PHAS
E 1.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2414100 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3033113 REGULATO
R 
0404,PHAS
E 1.0, 4.1 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04
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2415237 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906484 BREAKER 
SILAS BL, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210

2415238 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903249 BREAKER 
BK 1A&1B 
100KV HT, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 126

2415242 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903780 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62

2415243 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903338 BREAKER 
SILAS WH, 
100.0 KV

2710213 STATION 
MOCKSV
ILLE MN, 
1109, 
115.0 KV

42764831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221

20024995 1214,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893628 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2257513 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151063 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2258716 1213,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893627 REGULATO
R 
1213,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2258717 1213,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893627 REGULATO
R 
1213,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2258738 1212,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893626 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2258739 1212,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893626 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2258740 1212,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893626 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2258753 1214,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893628 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2259386 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151063 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2259400 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3151063 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01
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2260791 1213,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893627 REGULATO
R 
1213,PHAS
E 0.0, 0.0 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2260938 1214,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893628 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2273167 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900404 BREAKER 
1213, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11208 458 459 484

2273170 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900407 BREAKER 
1212, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11172 319 331 337

2273171 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900408 BREAKER 
1214, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11327 215 212 244

2273451 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900676 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00106 1044 1042 1076

2458040 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151058 BREAKER 
1209, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00049 127 157 136
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2458046 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151158 BREAKER 
12AX, 
12.47 KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00040 0 0 0

2843762 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151080 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843767 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151080 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843769 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151080 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710809 STATION 
MONTR
OYAL RD 
RET, 
3133, 
100.0 KV

42764609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2213906 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891807 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0987 OFF

2213909 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891808 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0649 OFF

2273877 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901085 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 0 . . .
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2274359 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901538 BREAKER 
100KV HT, 
100.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 073 0 164 164 161

2276442 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903334 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1570 0 . . .

2280048 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906639 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0717 0 . . .

2280210 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906785 BREAKER 
SHARP, 
44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1404 0 . . .

2280223 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906798 BREAKER 
MADISON, 
44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1135 0 . . .

2280512 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907061 BREAKER 
MOREHEA
D, 44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1258 0 . . .

2280906 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907428 BREAKER 
EDEN NO 
1, 44.0 KV

2708411 STATION 
MOTLEY 
TIE, 
1312, 
100.0 KV

42763972 NORMAL 
STATION 
INSPECTIO
N - 
MOTLEY 
TIE

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1275 0 . . .
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20031955 0406,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894064 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

20031956 0406,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894064 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

20031957 0406,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894064 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2214235 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892855 CAPACITO
R BANK 
2A, 4.16 
KV, 3,600.0 
KVAR

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 OFF

2214236 2B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892856 CAPACITO
R BANK 2B, 
4.16 KV, 
3,600.0 
KVAR

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 OFF

2214800 2C,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892857 CAPACITO
R BANK 2C, 
4.16 KV, 
3,600.0 
KVAR

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 OFF

2214872 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892853 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1022 OFF

2214873 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892854 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 774 OFF
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2256317 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894062 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2256318 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894062 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2256319 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894061 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2256320 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894060 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2256323 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894060 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2256328 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894060 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2256330 0407,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894065 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral
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2256613 1210,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894068 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2256872 1209,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894067 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2256877 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894067 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257062 1209,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894067 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257081 0407,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894065 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257082 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894062 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2257084 0407,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894065 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2260785 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894069 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260786 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894069 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2260979 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894068 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2274979 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902124 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1127 0457 0489 470

2275316 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902388 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 006 0

2276319 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903227 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 680 0

2277363 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904174 BREAKER 
1212, 
12.47 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 931 216 254 254
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2277793 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904571 BREAKER 
CBK 
2A&2B&2C 
BRK, 12.47 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 0 0 0

2277946 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904718 BREAKER 
1209, 
12.47 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 0 349 348 393

2278018 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904777 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 268 0 752 832 802

2278897 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905575 BREAKER 
04AX, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 050 0 0 0

2278899 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905577 BREAKER 
0402, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 495 142 125 111

2278904 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905582 BREAKER 
0403, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 369 147 158 148

2278907 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905585 BREAKER 
0404, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 331 098 065 123
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2278908 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905586 BREAKER 
0406, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 060 214 114 199

2278910 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905588 BREAKER 
0407, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 371 156 106 109

2278919 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905597 BREAKER 
0408, 4.16 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 422 7.023 12.9 1.833

2279477 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906120 BREAKER 
BK 1 
4.16KV LT, 
4.16 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 050 724 548 634

2280678 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907211 BREAKER 
1210, 
12.47 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 537 0 142 152 123

2280706 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907237 BREAKER 
1211, 
12.47 KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 699 0 228 266 245

2385110 0408,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894066 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

M-100 Sub 163 
PSDR2-2



2392830 0408,REGU
LATOR 
1PH,PHASE 
C, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894066 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2392832 0408,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894066 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2420404 04-
03,REGULA
TOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894061 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2427577 1211,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894069 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2443830 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894068 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2485668 1212,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894070 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2485669 1212,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894070 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral
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2485670 1212,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894070 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2872834 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894061 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2710257 STATION 
MT AIRY 
RET, 
1229, 
121.0 KV

42762802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2213889 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891479 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2213891 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891481 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2213892 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891478 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2213893 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891480 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255118 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860171 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2255148 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860170 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2258473 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894152 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R06

2261273 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894152 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2261938 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894152 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R11

2275562 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902506 BREAKER 
1206, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1114 0 272 305 308

2275563 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902507 BREAKER 
1205, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 412 0 279 244 308

2275572 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902516 BREAKER 
1204, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1514 0 282 257 275

2275625 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902561 BREAKER 
1208, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1685 3 276 302 317
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2275629 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902565 BREAKER 
1210, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1253 0 222 189 209

2275630 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902566 BREAKER 
1209, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1583 0 232 187 232

2276905 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903766 BREAKER 
100KV HT, 
100.0 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0

2277556 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904354 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2277904 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904677 BREAKER 
1207, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 099 137 210 147

2278090 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904838 BREAKER 
12AX, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 995 0 0 0 0

2280639 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907175 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0
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2280825 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907354 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 903 385 365 417

2280849 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907377 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 020 341 362 362

2280853 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907381 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 0 0 0

2411759 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902528 BREAKER 
1203, 
12.47 KV

2710863 STATION 
MT 
TABOR 
RET, 
1140, 
100.0 KV

42764498 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0124 279 273 268

2275112 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902229 BREAKER 
0403, 4.16 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 728 0 098 084 088

2277385 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904193 BREAKER 
0401, 4.16 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 881 096 099 070

2412075 0401,REGU
LATOR 
1PH,PHASE 
C, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894891 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05
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2412076 0401,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894891 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2412077 0401,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894891 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2412078 0402,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894892 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2412080 0402,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894892 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2412081 0402,REGU
LATOR 
1PH,PHASE 
C, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894892 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2412082 0403,REGU
LATOR 
1PH,PHASE 
C, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894893 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2412084 0403,REGU
LATOR 
1PH,PHASE 
B, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894893 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05
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2412085 0403,REGU
LATOR 
1PH,PHASE 
A, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894893 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2873498 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904235 BREAKER 
0402, 13.0 
KV

2708934 STATION 
N 
WILKESB
ORO 
RET, 
1191, 
44.0 KV

42764706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 078 212 244 187

2214282 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892797 CAPACITO
R BANK 01, 
100.0 KV, 
32,400.0 
KVAR

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 7 OFF

2214283 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892798 CAPACITO
R BANK 02, 
100.0 KV, 
32,400.0 
KVAR

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2276365 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903265 BREAKER 
YADKIN 
WH, 100.0 
KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 484

2278549 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905247 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35

2279646 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906276 BREAKER 
BRUSHY 
MOUNTAI
N WH, 
100.0 KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 113
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2279852 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906464 BREAKER 
FAIRPLAIN
S BL, 100.0 
KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147

2279861 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906473 BREAKER 
FAIRPLAIN
S WH, 
100.0 KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89

2279893 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906504 BREAKER 
WILKES BL, 
100.0 KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62

2280307 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906875 BREAKER 
BRUSHY 
MOUNTAI
N BL, 100.0 
KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 673

2280348 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906913 BREAKER 
YADKIN BL, 
100.0 KV

2708935 STATION 
N 
WILKESB
ORO TIE, 
1259, 
115.0 KV

42763831 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141

20154381 BREAKER 
VAC, 
12.470 KV, 
15.5 KV, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906053 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00323

M-100 Sub 163 
PSDR2-2



20423517 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901690 BREAKER 
12AX, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00347 0 0 0

20423520 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906281 BREAKER 
1209, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00339 354 373 355

20423525 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901097 BREAKER 
1208, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00337 520 532 516

20425884 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901110 BREAKER 
1204, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00347 237 256 259

20425887 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904691 BREAKER 
1201, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00345 333 360 331

20425891 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906172 BREAKER 
1210, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00354 329 346 355
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2215228 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891513 CAPACITO
R BANK 
1A, 12.47 
KV, 4,500.0 
KVAR

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 OFF

2215229 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891514 CAPACITO
R BANK 
3A, 12.47 
KV, 4,500.0 
KVAR

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4 OFF

2255036 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,645.0 
AMPS

LTC 2859935 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2255130 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859936 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2255147 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859934 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2277306 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904122 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00304

2277308 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904124 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01273

2278914 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905592 BREAKER 
1206, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00740 329 337 333
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2278915 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905593 BREAKER 
1205, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00696 77 84 77

2279361 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906012 BREAKER 
1202, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99961 277 275 293

2279362 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906013 BREAKER 
1203, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0109 324 325 268

2279784 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906402 BREAKER 
100KV HT, 
100.0 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41532 0

2280846 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907374 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66649

2438383 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906055 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710874 STATION 
N 
WINSTO
N RET, 
1187, 
100.0 KV

42763041 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00036

20269537 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
KV,  AMPS, 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2904784 BREAKER 
MILLER 
BREWING 
CO, 12.47 
KV

2708890 STATION 
NESTLE 
PURINA, 
1570, 
100.000 
KV

42764990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0314 0 . . .
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20269538 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904592 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708890 STATION 
NESTLE 
PURINA, 
1570, 
100.000 
KV

42764990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0300 0 . . .

2214007 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892810 CAPACITO
R BANK 
1A, 12.47 
KV, 7,200.0 
KVAR

2708890 STATION 
NESTLE 
PURINA, 
1570, 
100.000 
KV

42764990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

20513210 BREAKER 
VAC, 
15.500 KV, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42093527 BREAKER 
BK 1 
12.5KV  LT, 
15.500 KV, 
BK 1 LT

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 349 209 247 242

20513212 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42093529 BREAKER 
BOONVILL
E WH TAP, 
100.000 
KV, 100KV 
WH

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43

20513217 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
15.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42093530 BREAKER 
1202, 
15.500 KV, 
1202

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 357 129 135 143

20513269 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
15.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42093531 BREAKER 
1203, 
15.500 KV, 
1203

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 333

M-100 Sub 163 
PSDR2-2



20516160 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
15.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42093528 BREAKER 
1201, 
15.500 KV, 
1201

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 361 83 115 106

20516473 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42097916 BREAKER 
BOONVILL
E BL TAP, 
100.000 
KV, 100KV 
WH

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

20516481 1201, 
REGULATO
R 3PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097919 REGULATO
R BANK 
1201

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

20516504 1201, 
REGULATO
R 3PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097919 REGULATO
R BANK 
1201

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

20516584 1201, 
REGULATO
R 3PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097919 REGULATO
R BANK 
1201

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

20516617 1202, 
REGULATO
R 3PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097934 REGULATO
R BANK 
1202

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R04

20516618 1202, 
REGULATO
R 3PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097934 REGULATO
R BANK 
1202

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03
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20516619 1202, 
REGULATO
R 3PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097934 REGULATO
R BANK 
1202

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

20516620 1203, 
REGULATO
R 3PH, 
PHASE A, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097915 REGULATO
R BANK 
1203

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

20516621 1203, 
REGULATO
R 3PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097915 REGULATO
R BANK 
1203

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

20602778 1203, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42097915 REGULATO
R BANK 
1203

3161567 STATION 
NEW 
SHACKT
OWN 
RET, 
5572, 
100.000 
KV

42761658 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2215399 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893350 CAPACITO
R BANK 
3A, 12.47 
KV, 4,800.0 
KVAR

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1247 OFF

2215418 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893351 CAPACITO
R BANK 3B, 
12.47 KV, 
4,800.0 
KVAR

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 OFF

2215419 3C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893352 CAPACITO
R BANK 3C, 
12.47 KV, 
4,800.0 
KVAR

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 018 OFF

2255278 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860474 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04
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2255309 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860475 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2273101 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900339 BREAKER 
12AX, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 601 0 0 0

2273992 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901190 BREAKER 
1205, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 274 215 212 209

2273993 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901191 BREAKER 
1206, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 313 282 284 302

2277119 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903971 BREAKER 
100KV HT, 
100.0 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 998 0

2277376 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904185 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0 0 0

2277850 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904623 BREAKER 
1208, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 385 288 331 309
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2277851 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904624 BREAKER 
1204, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 984 0 289 261 247

2277852 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904625 BREAKER 
1203, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 208 156 208

2277855 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904628 BREAKER 
1207, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 219 224 201

2280736 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907267 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 899 448 502 479

2280737 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907268 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708014 STATION 
OAK 
RIDGE 
RET, 
1525, 
100.0 KV

42762871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 910 338 308 288

2215299 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891366 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2709089 STATION 
ORACLE 
FLEXIBLE 
PKG PL 
200, 
1216, 
100.0 KV

42762110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215300 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891367 CAPACITO
R BANK 1B, 
4.16 KV, 
1,500.0 
KVAR

2709089 STATION 
ORACLE 
FLEXIBLE 
PKG PL 
200, 
1216, 
100.0 KV

42762110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2275142 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902247 BREAKER 
CBK 
1A&1B 
BRK, 4.16 
KV

2709089 STATION 
ORACLE 
FLEXIBLE 
PKG PL 
200, 
1216, 
100.0 KV

42762110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 698 0 0 0

2275775 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902707 BREAKER 
100KV HT, 
100.0 KV

2709089 STATION 
ORACLE 
FLEXIBLE 
PKG PL 
200, 
1216, 
100.0 KV

42762110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 295 0

2215353 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891375 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709085 STATION 
OWENS 
ILLINOIS 
GLASS PL 
6, 1496, 
100.0 KV

42762086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 093 ON

2215374 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891374 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709085 STATION 
OWENS 
ILLINOIS 
GLASS PL 
6, 1496, 
100.0 KV

42762086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 ON

2274730 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901893 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709085 STATION 
OWENS 
ILLINOIS 
GLASS PL 
6, 1496, 
100.0 KV

42762086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 0 0 0

2215429 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892978 CAPACITO
R BANK 1B, 
0.48 KV, 
1,500.0 
KVAR

2708936 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
25, 5021, 
44.0 KV

42764759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215847 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892768 CAPACITO
R BANK 
1A, 0.48 
KV, 1,500.0 
KVAR

2708936 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
25, 5021, 
44.0 KV

42764759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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20229496 1206, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893764 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20229497 1206, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893764 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258001 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893764 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2258013 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893765 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2258167 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893766 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258168 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893765 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2258170 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893766 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

M-100 Sub 163 
PSDR2-2



2258217 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893766 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2259238 1202,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3043761 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2259667 1202,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3043761 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2260732 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893767 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260752 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893767 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260764 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893767 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2260846 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893765 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03
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2261701 1202,REGU
LATOR 
1PH,PHASE 
C, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3043761 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2274198 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901389 BREAKER 
1205, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 396 399 390

2274199 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901390 BREAKER 
1201, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 130 101 198

2274200 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901391 BREAKER 
1203, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 197 195 183

2274201 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901392 BREAKER 
1206, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 375 351 270

2274213 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901403 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 240 720 674 668

2274214 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901404 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 235
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2274215 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901405 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 757 744 644

2396700 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043760 BREAKER 
1202, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 165 183 92

2411708 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3047740 BREAKER 
1204, 
12.47 KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 246 257 235

2420387 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3047741 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2421458 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3047741 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2428901 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3047741 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710278 STATION 
PEACE 
HAVEN 
RD RET, 
2023, 
100.0 KV

42762700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258964 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893906 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L06

M-100 Sub 163 
PSDR2-2



2258965 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893907 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L06

2258966 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893907 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2259137 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893907 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2260757 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893906 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L06

2261460 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893906 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L07

2274906 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902056 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00083 407 382 415

2274973 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902118 BREAKER 
1203, 13.0 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00199 193 196 227

M-100 Sub 163 
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2274974 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902119 BREAKER 
1201, 13.0 
KV

2710877 STATION 
PFAFFTO
WN RET, 
2586, 
100.0 KV

42763115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00209 222 194 202

20918325 0402, 
REGULATO
R 1PH, 
PHASE X, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894122 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2257075 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894122 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2257078 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894122 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2260088 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894124 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01

2260089 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894124 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2260976 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894124 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03
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2274493 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901668 BREAKER 
0403, 4.16 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00258 24 30 18

2274494 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901669 BREAKER 
0402, 4.16 
KV

2708937 STATION 
PILOT 
MTN 
RET, 
4534, 
44.0 KV

42764380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00211 187 209 201

2215802 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891603 CAPACITO
R BANK 
1A, 0.48 
KV, 1,200.0 
KVAR

2708893 STATION 
PINE 
HALL 
BRICK&P
IPE PL 3 
S1, 4536, 
44.0 KV

42763045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 561 OFF

2215862 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891604 CAPACITO
R BANK 
1A, 0.48 
KV, 1,300.0 
KVAR

2708894 STATION 
PINE 
HALL 
BRICK&P
IPE PL 3 
S2, 4537, 
44.0 KV

42762104 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214185 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891471 CAPACITO
R BANK 01, 
44.0 KV, 
6,000.0 
KVAR

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001642 OFF

2215644 02 CAPACITO
R

2893018 CAPACITO
R BANK 02, 
0.0 KV, 
6,000.0 
KVAR

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001808 OFF

2215645 03 CAPACITO
R

2893019 CAPACITO
R BANK 03, 
0.0 KV, 
6,000.0 
KVAR

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00498 OFF
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2275254 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902343 BREAKER 
ROCKFORD
, 44.0 KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00106 0

2275255 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902344 BREAKER 
KING, 44.0 
KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00082 0

2276466 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903355 BREAKER 
CABIN 
CREEK, 
44.0 KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3781 0

2279636 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906266 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00555 0

2279699 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906323 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00775 0

2279999 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 14 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906597 BREAKER 
100KV HT, 
100.0 KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01743 0

2280699 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907230 BREAKER 
CBK 
1&2&3 
BRK, 44.0 
KV

2708938 STATION 
PINNACL
E TIE, 
1282, 
100.0 KV

42764989 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00587 0
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2215314 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3051117 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

3035226 STATION 
PITTSBU
RGH 
GLASS 
WORKS 
LLC, 
2694, 
100.0 KV

42761988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2430308 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051116 BREAKER 
CBK 1A 
BRK, 12.47 
KV

3035226 STATION 
PITTSBU
RGH 
GLASS 
WORKS 
LLC, 
2694, 
100.0 KV

42761988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2213913 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891407 CAPACITO
R BANK 01, 
44.0 KV, 
0.0 KVAR

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214087 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891405 CAPACITO
R BANK 1B, 
13.0 KV, 
1,200.0 
KVAR

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214152 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891404 CAPACITO
R BANK 
1A, 13.0 
KV, 1,200.0 
KVAR

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258191 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894229 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2261018 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894229 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2261019 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894229 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277801 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904579 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280795 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907325 BREAKER 
1201, 
12.47 KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2842860 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175125 BREAKER 
1202, 
12.47 KV

2708897 STATION 
PRESTO
NVILLE 
RET, 
1710, 
44.0 KV

42764261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276886 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903748 BREAKER 
REYNOLDS 
TOB 
BROOK 
COVE TAP, 
100.0 KV

2708255 STATION 
REYNOL
DS TOB 
BROOK 
COVE 
TAP, 
4612, 
100.0 KV

42761652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99982 0

20048096 BREAKER,  
VAC, ,  
12.47 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906071 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00513 0 309 311 314
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2214789 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891477 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00513 ON

2214898 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893236 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1438 ON

2215539 2C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893235 CAPACITO
R BANK 2C, 
12.47 KV, 
5,700.0 
KVAR

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00533 OFF

2215540 2D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893237 CAPACITO
R BANK 
2D, 12.47 
KV, 3,600.0 
KVAR

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0818 OFF

2258394 12SD,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893679 REGULATO
R 
12SD,PHAS
E 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R08

2258395 12SD,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893679 REGULATO
R 
12SD,PHAS
E 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

M-100 Sub 163 
PSDR2-2



2258619 12ND,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893678 REGULATO
R 
12ND,PHA
SE 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R08

2258627 12SD,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893679 REGULATO
R 
12SD,PHAS
E 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R08

2258628 12ND,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893678 REGULATO
R 
12ND,PHA
SE 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

2258629 12ND,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
833.0 KVA

REGULATO
R

2893678 REGULATO
R 
12ND,PHA
SE 0.0, 6.9 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

2258822 SPARE,REG
ULATOR 
1PH, 13.2 
KV, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

3057395 REGULATO
R SPARE 
REGULATO
RS,PHASE 
0.0, 0.0 KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2279424 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906071 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2448115 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906073 BREAKER 
CBK 
2C&2D 
BRK, 13.0 
KV

2709090 STATION 
REYNOL
DS TOB 
TOBACC
OVILLE 
PL, 1629, 
100.0 KV

42764603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00533 0 124 147 146

2214277 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891508 CAPACITO
R BANK 
2A, 12.47 
KV, 6,000.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 OFF

2214474 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891509 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2214652 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891509 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2214673 2C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891510 CAPACITO
R BANK 2C, 
12.47 KV, 
3,600.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2214675 2C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891510 CAPACITO
R BANK 2C, 
12.47 KV, 
3,600.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF
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2215102 2D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891511 CAPACITO
R BANK 
2D, 12.47 
KV, 7,200.0 
KVAR

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2274204 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901395 BREAKER 
ARCHER 
PLT DEL, 
12.47 KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 130 130 127

2276926 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903786 BREAKER 
100KV HT, 
100.0 KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 890 0

2277358 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904169 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 983

2277905 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904678 BREAKER 
CBK 2D 
BRK, 12.47 
KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43

2280820 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907349 BREAKER 
CBK 2C 
BRK, 13.0 
KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2038
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2280877 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907402 BREAKER 
CBK 2B 
BRK, 13.0 
KV

2709091 STATION 
REYNOL
DS TOB 
WHITAK
ER PARK, 
1283, 
100.0 KV

42763755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 494

2255131 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859093 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2255165 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861210 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2273003 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900246 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 407 399 406

2273004 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900247 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 203 0 0 0

2273879 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901087 BREAKER 
1209, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 235 0 184 206 160

2273887 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901094 BREAKER 
1210, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 0 241 197 258
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2273888 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901095 BREAKER 
1211, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 394 0 182 190 238

2273889 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901096 BREAKER 
1212, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 992 3 233 259 238

2274256 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901445 BREAKER 
100KV HT, 
100.0 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 181 0

2278077 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904825 BREAKER 
12AX, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 827 0 0 0 0

2280788 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907319 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708899 STATION 
RIDGEVI
EW RET, 
1590, 
100.0 KV

42762842 NORMAL 
STATION 
INSPECTIO
N - 
RIDGEVIE
W RET

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 413 436 443

2259276 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894930 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2711078 STATION 
ROARIN
G RIVER 
RET, 
4637, 
44.0 KV

42763994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2259291 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894930 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2711078 STATION 
ROARIN
G RIVER 
RET, 
4637, 
44.0 KV

42763994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04
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2259293 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894930 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2711078 STATION 
ROARIN
G RIVER 
RET, 
4637, 
44.0 KV

42763994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2275331 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907586 BREAKER 
1201, 
12.47 KV

2711078 STATION 
ROARIN
G RIVER 
RET, 
4637, 
44.0 KV

42763994 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 154 188 194 205

2278808 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905495 BREAKER 
ROBBINS 
BL, 100.0 
KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 319 0

2278809 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905496 BREAKER 
WAUGHTO
WN BL, 
100.0 KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 0

2278810 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905497 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0

2278812 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905499 BREAKER 
KERNERSVI
LLE BL, 
100.0 KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 408 0

2278813 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905500 BREAKER 
KERNERSVI
LLE WH, 
100.0 KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 0
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2278814 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905501 BREAKER 
WAUGHTO
WN WH, 
100.0 KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 819 0

2278815 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905502 BREAKER 
ROBBINS 
WH, 100.0 
KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 381 0

2278816 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905503 BREAKER 
STOKES 
WH, 100.0 
KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 277 2

2278817 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905504 BREAKER 
STOKES BL, 
100.0 KV

2711077 STATION 
ROBBINS 
ROAD 
SW STA, 
1727, 
100.0 KV

42764811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 257 3

2257931 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 
13,200.0 
KV, 167.0 
KVA

REGULATO
R

2893514 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708939 STATION 
RONDA 
RET, 
4653, 
44.0 KV

42763242 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2257939 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 
13,200.0 
KV, 167.0 
KVA

REGULATO
R

2893514 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708939 STATION 
RONDA 
RET, 
4653, 
44.0 KV

42763242 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2259892 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 
13,200.0 
KV, 167.0 
KVA

REGULATO
R

2893514 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708939 STATION 
RONDA 
RET, 
4653, 
44.0 KV

42763242 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L01
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2275539 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902486 BREAKER 
1201, 
12.47 KV

2708939 STATION 
RONDA 
RET, 
4653, 
44.0 KV

42763242 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 492 0 173 157 173

2215438 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893384 CAPACITO
R BANK 
1A, 13.0 
KV, 7,200.0 
KVAR

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1877 OFF

2256355 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894154 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

2260298 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894155 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 Neutral

2260950 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894156 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260952 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894156 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

2260955 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894156 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R02
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2261274 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894155 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2279106 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905772 BREAKER 
1202, 
12.47 KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00647 178 193 174

2279107 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905773 BREAKER 
1203, 
12.47 KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00524 241 251 237

2279109 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905775 BREAKER 
1204, 
12.47 KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00154 251 259 241

2415761 REGULATO
R 1PH, 
13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894155 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709092 STATION 
RURAL 
HALL 
RET, 
4658, 
44.0 KV

42762773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R01

20626944 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42294499 BREAKER 
SVC HT CB 
52-5

41224352 STATION 
RURAL 
HALL 
SVC, 
2769, 
100.000 
KV

42761899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00136 0
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20228611 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906536 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00051 0

20561180 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42173189 BREAKER 
SVC 44KV 
NORMAL 
STATION 
SERVICE 
HT, 44.000 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00022 0

20561181 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42173400 BREAKER 
SVC 44KV 
EMERGEN
CY 
STATION 
SERVICE 
HT, 44.000 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00044 0

20561182 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42173401 BREAKER 
100 KV 
YELLOW 
SVC BUS 
LINE 52-38, 
100.000 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00040 0

20561183 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42173402 BREAKER 
100 KV 
RED SVC 
BUS LINE, 
100.000 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00039 0
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20640164 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42323702 BREAKER 
EMERGEN
CY 12.5KV 
SVC SS LT, 
12.500 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00315

20640208 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42323703 BREAKER 
NORMAL 
12.5KV 
SVC SS LT, 
12.500 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00317

20640553 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42323704 BREAKER 
230KV YEL 
BUS JCT, 
230.000 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00122 0

20641862 CAP 01 CAPACITO
R

2891484 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00153 OFF

20641907 CAP 02 CAPACITO
R

2891485 CAPACITO
R BANK 02, 
100.0 KV, 
108,000.0 
KVAR

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00151 OFF

20641909 CAP 03 CAPACITO
R

42331602 CAPACITO
R BANK 03, 
100.000 
KV, 
108,000.0 
KVAR

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00153 OFF
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2274960 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902105 BREAKER 
RURAL 
HALL WH, 
230.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00130 0

2276754 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903628 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000060 0

2276757 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903631 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00146 0

2276772 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903646 BREAKER 
EDWARDS 
ST, 44.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00264 0

2276787 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903658 BREAKER 
KING, 44.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00061 0

2278789 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905477 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00330 0

2278790 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905478 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00000 0
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2278825 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905505 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00476 0

2278826 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905506 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00530 0

2279820 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906433 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00566 0

2280107 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906694 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00584 0

2280466 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907023 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00763 0

2411387 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905159 BREAKER 
SHATTALO
N WH, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00085 0

2411388 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905154 BREAKER 
DOZIER BL, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00138 0

M-100 Sub 163 
PSDR2-2



2411389 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902129 BREAKER 
DOZIER 
WH, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00119 0

2411390 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905160 BREAKER 
SHATTALO
N BL, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00089 0

2413159 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905142 BREAKER 
BETHANIA 
BL, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00098 1

2413160 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905143 BREAKER 
BETHANIA 
WH, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00088 0

2416276 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905043 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00149 0

2416277 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904974 BREAKER 
SURRY BL, 
230.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00166 00150

2419667 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904969 BREAKER 
SURRY 
WH, 230.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00150 0

M-100 Sub 163 
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2426479 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904991 BREAKER 
RURAL 
HALL BL, 
230.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00213 0

2447509 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905158 BREAKER 
WALNUT 
COVE 
B&W, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00088 0

2447510 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905153 BREAKER 
PINNACLE 
WH, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00109 0

2447511 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903774 BREAKER 
REYNOLDS 
TOB 
TOBACCOV
ILLE PL, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00128 0

2447512 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905157 BREAKER 
PINNACLE 
BL, 100.0 
KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00127 0

2871505 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905201 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00117 0

M-100 Sub 163 
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2871507 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905199 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711063 STATION 
RURAL 
HALL TIE, 
1406, 
230.0 KV

42764843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00167 0

2214186 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892889 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 002518 OFF

2215263 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893284 CAPACITO
R BANK 02, 
44.0 KV, 
14,400.0 
KVAR

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000591 OFF

2273068 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900306 BREAKER 
TOAST NO 
2, 44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00275 0

2273069 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900307 BREAKER 
TOAST NO 
1, 44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00240 0

2273070 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900308 BREAKER 
CABIN 
CREEK, 
44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00320 0

2277115 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903967 BREAKER 
100KV HT, 
100.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00027 0

M-100 Sub 163 
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2278201 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904942 BREAKER 
STEWART, 
44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00894 0

2280913 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907435 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00546 0

2368775 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907043 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00091 0

2368777 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906860 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708940 STATION 
RUTLED
GE TIE, 
1499, 
100.0 KV

42763425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00059 0

2276580 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903464 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708907 STATION 
SANS 
TECHNIC
AL 
FIBERS 
LLC S2, 
4191, 
44.0 KV

42763143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 0

20432388 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903831 BREAKER 
WESTERN 
ELEC TAP, 
100.0 KV

2709093 STATION 
SCHLITZ-
WESTER
N TAP, 
1373, 
100.0 KV

42765225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00058 0

20432389 BREAKER,  
GAS,  ABC 
PH,  123 
KV,  123 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906550 BREAKER 
SCHLITZ 
TAP, 100.0 
KV

2709093 STATION 
SCHLITZ-
WESTER
N TAP, 
1373, 
100.0 KV

42765225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00066 0

M-100 Sub 163 
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20919422 1201, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894225 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2215689 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893311 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 858 OFF

2256830 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893918 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257051 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150733 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2258015 2404,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893747 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2258180 2404,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893747 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2258188 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150735 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02
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2258390 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150735 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2260105 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893688 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2260106 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893688 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2260285 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893918 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260306 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893918 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260814 2404,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893747 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2261217 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894225 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04
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2261218 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894225 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261517 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150733 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2272889 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900136 BREAKER 
1202, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 191 228 235 227

2272890 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900137 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 858 223 224 223

2274103 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901298 BREAKER 
2404, 24.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 479 290 291 237

2274107 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901302 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 417 290 291 236

2275030 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902166 BREAKER 
2403, 24.0 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 207 0 0 0
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2277377 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904186 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 501 504 485

2279026 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905699 BREAKER 
12AX, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 630 337 359 346

2279027 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905700 BREAKER 
1201, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 485 280 279 268

2279578 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906216 BREAKER 
100KV HT, 
100.0 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1018 0

2416295 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893688 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2454890 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150684 BREAKER 
1207, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 273 277 290

2456870 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150686 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 047 734 777 757
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2456873 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150687 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 040 0 0 0

2458926 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150685 BREAKER 
1206, 
12.47 KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 054 243 240 238

2843427 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150733 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2843431 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3150735 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2843494 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894227 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843496 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894227 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2843497 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894227 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2711073 STATION 
SEDGE 
GARDEN 
RET, 
1674, 
100.000 
KV

42764529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2257980 2404,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893763 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2260052 2404,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893763 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2260074 2404,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893763 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2260318 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893762 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2260736 2403,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893762 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2261410 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893762 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2274184 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901376 BREAKER 
2403, 24.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 552 105 116 84
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2274190 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901382 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00457 280 259 237

2274191 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901383 BREAKER 
2404, 24.0 
KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 490 183 145 156

2275357 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3047617 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710878 STATION 
SEWARD 
RET, 
1721, 
100.0 KV

42763000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00167 0 0 0

20640837 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902631 BREAKER 
1211, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 311 262 260 250

20725966 1207, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894159 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2215265 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893275 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3119 ON

2215266 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893276 CAPACITO
R BANK 02, 
100.0 KV, 
108,000.0 
KVAR

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1516 OFF

M-100 Sub 163 
PSDR2-2



2256834 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894157 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2257237 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894160 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2257249 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894158 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2257259 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894158 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257276 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894162 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257315 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894160 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257523 1210,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894162 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04
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2257526 1208,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894160 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2257546 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894159 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257547 1212,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893841 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2257611 1212,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893841 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2259384 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893841 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2259385 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894162 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2259396 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893840 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08
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2259618 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894159 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259619 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893840 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259884 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032693 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259885 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032693 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259886 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032693 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260091 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893840 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2261510 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894158 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2272965 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900212 BREAKER 
1207, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 571 0 394 385 370

2273562 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900784 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177 0

2274499 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901674 BREAKER 
12AX, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1538 0 0 0 0

2274600 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901770 BREAKER 
1209, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 320 332 328

2274601 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901771 BREAKER 
1212, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 300 316 346 322

2274621 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901791 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 890 870 923

2274622 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901792 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 191 . . .
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2274623 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901793 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 215 1110 1136 1201

2274675 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901841 BREAKER 
1205, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1384 1 75 73 72

2274690 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901856 BREAKER 
1210, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1308 0 320 299 376

2274782 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901938 BREAKER 
SHATTALO
N WH, 
100.0 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147 0

2274783 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901939 BREAKER 
FRONTIS 
WH, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 013 0

2274807 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901963 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 563 0

2274826 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901982 BREAKER 
SHERWOO
D BL, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 304 0
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2274828 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901984 BREAKER 
SHERWOO
D WH, 
100.0 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 0

2274837 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901992 BREAKER 
SHATTALO
N BL, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99961 0

2274838 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901993 BREAKER 
BETHANIA 
WH, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 1

2274839 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901994 BREAKER 
WHITAKER 
BL, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 017 0

2274840 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901995 BREAKER 
WHITAKER 
WH, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 063 0

2274842 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901997 BREAKER 
FRONTIS 
BL, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 241 0

2276971 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903827 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 946 0
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2277121 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903973 BREAKER 
BETHANIA 
BL, 100.0 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 131 0

2278941 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905618 BREAKER 
1208, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 266 255 270

2281057 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907562 BREAKER 
1206, 
12.47 KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1266 0 212 235 272

2388195 1211,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894163 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2392818 1211,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894163 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2392820 1211,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894163 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711071 STATION 
SHATTAL
ON SW 
STA, 
1376, 
100.0 KV

42763592 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2255832 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894094 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708942 STATION 
SMITHT
OWN 
RET, 
4762, 
44.0 KV

42763446 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L04
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2275673 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902609 BREAKER 
1203, 
12.470 KV

2708942 STATION 
SMITHT
OWN 
RET, 
4762, 
44.0 KV

42763446 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 397 0 242 259 245

2450629 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080038 BREAKER 
100KV BL 
TAP, 100.0 
KV

3021825 STATION 
SOUTHB
OUND 
RET TAP, 
2681, 
100.0 KV

42761656 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00014

2450630 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080037 BREAKER 
100KV WH 
TAP, 100.0 
KV

3021825 STATION 
SOUTHB
OUND 
RET TAP, 
2681, 
100.0 KV

42761656 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00129 0

20432052 2408, 
REGULATO
R 1PH, 
PHASE X, 
14.400 KV

REGULATO
R

2893549 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

20432056 2408, 
REGULATO
R 1PH, 
PHASE Y, 
14.400 KV

REGULATO
R

2893549 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2215686 3A CAPACITO
R

2893165 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

2215875 2A CAPACITO
R

2893166 CAPACITO
R BANK 
2A, 0.0 KV, 
3,000.0 
KVAR

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 ON
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2256350 2408,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893549 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2258673 2406,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 432.0 
KVA

REGULATO
R

3044339 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258674 2405,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 432.0 
KVA

REGULATO
R

3044338 REGULATO
R 
2405,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258675 2405,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 432.0 
KVA

REGULATO
R

3044338 REGULATO
R 
2405,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258709 1203,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893624 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L08

2258748 1203,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893624 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

2258770 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893624 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L08
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2258791 2406,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3044339 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259562 2411,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893815 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2259587 2411,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893815 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2259588 2411,REGU
LATOR 
1PH, 13.8 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893815 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2260523 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893814 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

2261433 2405,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3044338 REGULATO
R 
2405,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261434 2406,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3044339 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2261469 2407,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893814 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R08

2261965 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893553 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2261966 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893553 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2261967 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893553 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2261968 2409,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 250.0 
KVA

REGULATO
R

2893550 REGULATO
R 
2409,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2261969 2409,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893550 REGULATO
R 
2409,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2261970 2409,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893550 REGULATO
R 
2409,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06
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2261971 2410,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893551 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2261972 2410,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893551 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

2261973 2410,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893551 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2261977 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893552 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05

2261978 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893552 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L04

2261979 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893552 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2273079 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900317 BREAKER 
1203, 
12.47 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 413 15 15 17
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2273099 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900337 BREAKER 
1201, 
12.47 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 920 252 290 230

2273100 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900338 BREAKER 
1204, 
12.47 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 484 174 177 173

2273136 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900373 BREAKER 
2410, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 193 63 65 60

2273137 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900374 BREAKER 
2409, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 069 59 49 49

2273138 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900375 BREAKER 
2408, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 117 203 201 201

2273160 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900397 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 076 399 422 386

2273194 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900429 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 0 0 0
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2273262 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900497 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01

2273604 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900824 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 363 363 350

2274421 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901599 BREAKER 
2407, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 418 38 22 20

2274422 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901600 BREAKER 
2411, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 480 53 52 50

2275155 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045092 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 0 0 0

2369174 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045098 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 157 201 203 204

M-100 Sub 163 
PSDR2-2



2397080 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044331 BREAKER 
2405, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 158 0 0 0

2397081 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044332 BREAKER 
2406, 24.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 0 0 0

2415183 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044334 BREAKER 
WAUGHTO
WN BL, 
100.0 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 070 0

2415204 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044335 BREAKER 
WAUGHTO
WN WH, 
100.0 KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 040 0

2454458 2407,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893814 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710879 STATION 
SOUTHB
OUND 
RET, 
1858, 
100.0 KV

42764465 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R08

2215516 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891584 CAPACITO
R BANK 
1A, 4.16 
KV, 1,200.0 
KVAR

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 ON

2256579 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894278 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

M-100 Sub 163 
PSDR2-2



2256580 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894278 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2257139 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894278 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2261656 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894279 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2261657 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894279 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2261658 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894279 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2273102 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900340 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 0 0 0

2278730 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905421 BREAKER 
0401, 4.16 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 839 199 189 239
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2278732 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905422 BREAKER 
0402, 4.16 
KV

2708901 STATION 
STONEVI
LLE RET, 
4864, 
44.0 KV

42764077 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 746 78 134 119

2215882 02 CAPACITO
R

2893137 CAPACITO
R BANK 02, 
0.0 KV, 
4,200.0 
KVAR

2708293 STATION 
SURRY-
YADKIN 
EMC DEL 
4, 4886, 
44.0 KV

42763336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 039 OFF

2215883 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893136 CAPACITO
R BANK 01, 
0.0 KV, 
4,200.0 
KVAR

2708293 STATION 
SURRY-
YADKIN 
EMC DEL 
4, 4886, 
44.0 KV

42763336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 854 OFF

2276849 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903712 BREAKER 
100KV HT, 
100.0 KV

2708063 STATION 
SURRY-
YADKIN 
EMC DEL 
7, 1812, 
100.0 KV

42764730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2215783 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893460 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 OFF

2215791 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893459 CAPACITO
R BANK 2B, 
12.47 KV, 
5,400.0 
KVAR

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 072 OFF

2255243 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861234 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2255334 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859932 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2273426 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900654 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164

2273428 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900656 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 107 633 604 637

2273579 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900800 BREAKER 
1207, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 197 227 266 251

2273580 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900801 BREAKER 
1206, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 232 164 152 180

2276982 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903838 BREAKER 
100KV HT, 
100.0 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 259 0

2277910 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904683 BREAKER 
1208, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 006 269 208 249
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2277911 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904684 BREAKER 
1201, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0000 327 317 317

2277912 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904685 BREAKER 
1202, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 268 228 229

2280768 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907299 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710880 STATION 
SWAIMT
OWN 
RET, 
1538, 
100.000 
KV

42763148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 986 571 526 524

2256561 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894044 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2256615 1210,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894044 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2257029 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894044 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2258000 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894042 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03
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2258260 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894042 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04

2258726 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894043 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2258727 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894043 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2258728 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894043 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2259011 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894042 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2259567 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893801 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2259568 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893801 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01
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2259775 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893801 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2274495 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901670 BREAKER 
1205, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 291 195 206 209

2275055 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902190 BREAKER 
1206, 13.0 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 108 176 164 184

2275969 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902894 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 081 0

2275970 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902895 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 096 0

2275972 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902897 BREAKER 
1210, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 093 0 174 212 216

2275995 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902919 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 0 0 0 0
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2277917 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904690 BREAKER 
1207, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 855 0 194 216 190

2277927 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904700 BREAKER 
1209, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0 103 114 122

2278372 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905079 BREAKER 
12AX, 
12.47 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 007 0 0 0 0

2280394 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906957 BREAKER 
100KV HT, 
100.0 KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 280 0

2431129 1206,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894041 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2435471 1206,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894041 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2435476 1206,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894041 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708944 STATION 
TOAST 
RET, 
1599, 
100.0 KV

42764764 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02
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20000095 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893738 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

20779540 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42578101 BREAKER 
1208, 
12.470 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 350 0 80 63 60

20779543 1208, 
REGULATO
R 3PH, 
PHASE C, 
13,200.0 
KV

REGULATO
R

42578115 REGULATO
R BANK 
1208, 
UNITS - 1, 
6.900 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

20779544 1208, 
REGULATO
R 3PH, 
PHASE B, 
13,200.0 
KV

REGULATO
R

42578115 REGULATO
R BANK 
1208, 
UNITS - 1, 
6.900 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

20779545 1208, 
REGULATO
R 3PH, 
PHASE A, 
13,200.0 
KV

REGULATO
R

42578115 REGULATO
R BANK 
1208, 
UNITS - 1, 
6.900 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20919425 1201, 
REGULATO
R 1PH, 
PHASE B, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893738 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2215435 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893430 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 416 OFF

2215450 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893431 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 OFF
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2255617 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894246 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257796 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893738 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261292 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894245 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261294 1202,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894245 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2275133 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902238 BREAKER 
1202, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 092 175 215 180

2279595 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906233 BREAKER 
100KV HT, 
100.0 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 839 0

2279705 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906328 BREAKER 
ENERGYUN
ITED EMC 
DEL 38, 
100.0 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 014 0
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2280687 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907219 BREAKER 
1201, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 4 175 179 174

2453732 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904324 BREAKER 
1206, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 216 194 192 164

2456869 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081146 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0 0 0

2456872 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081145 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 044 388 358 326

2458920 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901306 BREAKER 
1205, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 028 128 119 126

2458921 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081144 BREAKER 
12AX, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 077 0 0 0

2458925 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081150 BREAKER 
1203, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 076 148 140 112
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2830134 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904183 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 044 426 455 402

2842105 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3081152 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2842106 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3081152 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2842107 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3081152 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2842121 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3081156 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2842122 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3081156 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2842123 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3081156 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
PSDR2-2



2842124 1206,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894247 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2842127 1206,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894247 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2842128 1206,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894247 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2874018 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894245 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710279 STATION 
TRIAD 
PARK 
RET, 
1572, 
100.0 KV

42762726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2215433 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891482 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2711354 STATION 
TURBOC
ARE INC, 
1417, 
100.0 KV

42764825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 008 OFF

2257069 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894190 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710865 STATION 
TWENTY 
SEVENTH 
ST DIST, 
4981, 
13.000 
KV

42764469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral

2257323 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894190 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710865 STATION 
TWENTY 
SEVENTH 
ST DIST, 
4981, 
13.000 
KV

42764469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2257354 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894190 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710865 STATION 
TWENTY 
SEVENTH 
ST DIST, 
4981, 
13.000 
KV

42764469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2274111 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901305 BREAKER 
0402, 4.16 
KV

2710865 STATION 
TWENTY 
SEVENTH 
ST DIST, 
4981, 
13.000 
KV

42764469 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 067 1

2257024 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894641 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2257026 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894641 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2257994 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894632 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2257999 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894632 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2260030 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894632 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2261676 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894641 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2274314 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901497 BREAKER 
1206, 
12.47 KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 249 263 301 282

2277335 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904147 BREAKER 
1208, 
12.47 KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 069 232 235 236

2277336 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904148 BREAKER 
1207, 
12.47 KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 996 199 247 257

2385102 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893769 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L04

2385106 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893769 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2388206 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893769 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708055 STATION 
TYSINGE
R RD 
RET, 
1753, 
100.0 KV

42764070 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04
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2215848 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891613 CAPACITO
R BANK 
1A, 0.48 
KV, 1,800.0 
KVAR

2708902 STATION 
UNIFI 
INC 
MADISO
N PL 1 
DEL 1&2, 
4185, 
44.0 KV

42762101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214220 3B CAPACITO
R

2892659 CAPACITO
R BANK 3B, 
0.0 KV, 
6,600.0 
KVAR

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132 OFF

2214357 3C CAPACITO
R

2893030 CAPACITO
R BANK 3C, 
0.0 KV, 
6,000.0 
KVAR

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 OFF

2214515 3A CAPACITO
R

2892658 CAPACITO
R BANK 
3A, 0.0 KV, 
6,600.0 
KVAR

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 OFF

2214870 3D CAPACITO
R

2893031 CAPACITO
R BANK 
3D, 0.0 KV, 
6,000.0 
KVAR

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 063 OFF

2255184 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 600.0 
AMPS

LTC 2858510 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2279354 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906006 BREAKER 
2408, 24.0 
KV

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 243 244 242
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2279355 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906007 BREAKER 
2407, 24.0 
KV

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 172 93 92 92

2279384 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906034 BREAKER 
CBK 
3A&3B&3C
&3D BRK, 
24.0 KV

2708908 STATION 
UNIFI 
MADISO
N T&D, 
1818, 
100.0 KV

42764593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 0 0 0

2279846 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906458 BREAKER 
UNIFI T&D 
TAP, 100.0 
KV

2708945 STATION 
UNIFI 
YADKINV
ILLE T&D 
S1 TAP, 
1556, 
100.0 KV

42761632 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1774 0

2213903 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892829 CAPACITO
R BANK 1C, 
12.47 KV, 
4,800.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214053 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892828 CAPACITO
R BANK 1B, 
12.47 KV, 
4,800.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214179 1F,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892826 CAPACITO
R BANK 1F, 
12.47 KV, 
4,800.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214195 1E,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892825 CAPACITO
R BANK 1E, 
12.47 KV, 
4,800.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2214523 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892827 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215202 1D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892824 CAPACITO
R BANK 
1D, 12.47 
KV, 4,800.0 
KVAR

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2277649 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904440 BREAKER 
CBK 
1A&1B&1C 
BRK, 12.47 
KV

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 566 0 0 0

2278974 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905650 BREAKER 
CBK 
1D&1E&1F 
BRK, 12.47 
KV

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 588 0 0 0

2279476 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906119 BREAKER 
1201, 
12.47 KV

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 993 0.36 .37 .38

2280656 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907192 BREAKER 
1202, 
12.47 KV

2708946 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 1, 
1184, 
100.0 KV

42763025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 363 .90 1.10 .90

2213860 2A CAPACITO
R

2892653 CAPACITO
R BANK 
2A, 0.0 KV, 
3,600.0 
KVAR

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 199 ON

M-100 Sub 163 
PSDR2-2



2213861 2B CAPACITO
R

2892654 CAPACITO
R BANK 2B, 
0.0 KV, 
3,600.0 
KVAR

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 ON

2215497 1A CAPACITO
R

2892652 CAPACITO
R BANK 
1A, 0.0 KV, 
5,400.0 
KVAR

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 161 ON

2254979 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858499 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2255204 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858500 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2277706 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904493 BREAKER 
2402, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 989 229 237 229

2277707 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904494 BREAKER 
2401, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 586 260 267 261

2278053 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904807 BREAKER 
2406, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 434 104 107 103
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2278058 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904810 BREAKER 
2405, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592 137 140 135

2278965 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905641 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 243

2279339 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905993 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2708947 STATION 
UNIFI 
YADKINV
ILLE T&D 
STA 2, 
1769, 
100.0 KV

42763183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592

20174779 LTC TYPE 
VACUUM, 
25.000 KV, 
U, 22.4 
AMPS

LTC 2860574 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20174781 LTC TYPE 
VACUUM, 
25.000 KV, 
U, 22.4 
AMPS

LTC 2860575 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2273018 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900258 BREAKER 
12AX, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 582 0 0 0

2276563 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903448 BREAKER 
100KV HT, 
100.0 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 037 0
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2433792 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902813 BREAKER 
1208, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 063 263 270 251

2433793 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905066 BREAKER 
1204, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 266 276 311

2433794 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059936 BREAKER 
1207, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 083 271 328 372

2443015 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059961 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2443147 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059921 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 063 0 0 0

2443149 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059922 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 071 523 562 597

2445711 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905071 BREAKER 
1202, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 006 295 296 269
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2447080 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894213 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2447081 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893509 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2447082 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894214 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2447083 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893509 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2447084 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894213 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2448210 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893509 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2448212 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894212 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2448221 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894213 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2448222 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894214 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2448225 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059961 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2448226 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894212 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2450586 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059950 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 074 550 556 565

2450609 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894214 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2450610 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059961 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
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2450616 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894212 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709096 STATION 
WALKER
TOWN 
RET, 
1323, 
100.0 KV

42762593 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

20304769 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903441 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 028 0

20310070 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
27.6 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903046 BREAKER 
2401, 24.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 145 120 127

20310072 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
27.6 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905737 BREAKER 
2402, 24.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 234 219 211

2215365 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891395 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 701 ON

2215366 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891396 CAPACITO
R BANK 02, 
44.0 KV, 
14,400.0 
KVAR

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 518 OFF

2256582 2402,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894221 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07
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2256583 2402,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894221 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2257982 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894218 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260542 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894218 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260803 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894218 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2260804 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894221 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2276554 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903440 BREAKER 
SUMMIT 
AVE RET 
HT, 44.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 0

2276556 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903442 BREAKER 
PAYNE 
MILL, 44.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 493 0
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2276559 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903444 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 484 0

2276560 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903445 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 006 0

2279478 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906121 BREAKER 
WALNUT 
COVE 
B&W, 
100.0 KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 097 0

2279489 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906132 BREAKER 
STOKES BL, 
100.0 KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 0

2279500 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906143 BREAKER 
PINE HALL 
WH, 100.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 548 0

2279510 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906153 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 010 0

2279511 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906154 BREAKER 
PINE HALL 
BL, 100.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 431 0
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2279512 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906155 BREAKER 
STOKES 
WH, 100.0 
KV

2708910 STATION 
WALNUT 
COVE 
TIE, 
1026, 
100.0 KV

42763541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 755 0

2274987 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902130 BREAKER 
WEST ELEC 
TURB 
COMP 
TAP, 100.0 
KV

2711059 STATION 
WEST 
ELEC 
TURB 
COMP 
TAP, 
1466, 
100.0 KV

42765322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00136 0 28 29 29

2213855 1A,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

2892570 CAPACITO
R BANK 
1A, 13.8 
KV, 2,400.0 
KVAR

2708948 STATION 
WEYERH
AEUSER 
CO ELKIN 
STRUC 
PL, 5080, 
44.0 KV

42764805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 036 OFF

2277323 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904137 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708948 STATION 
WEYERH
AEUSER 
CO ELKIN 
STRUC 
PL, 5080, 
44.0 KV

42764805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 008 0 0 0

20914986 REGULATO
R 1PH, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893915 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2259224 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893914 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2259225 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893914 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02
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2259227 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893914 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2259359 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893915 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259426 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893915 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2274904 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902054 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 078 511 462 509

2274996 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902138 BREAKER 
1204, 
12.47 KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 196 129 162

2274997 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902139 BREAKER 
1201, 
12.47 KV

2710117 STATION 
WHITE 
PLAINS 
RET, 
1980, 
100.0 KV

42764338 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 086 377 370 390

2262177 RECLOSER 
OIL, 13.0 
KV, 0.0 
AMPS, 
38.0 KA

RECLOSER 2895000 RECLOSER 
12.5KV HT 
RCL, 12.47 
KV

2710866 STATION 
WHITE 
ST DIST, 
5084, 
13.000 
KV

42764399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2 0
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2262178 RECLOSER 
OIL, 13.0 
KV, 0.0 
AMPS, 
38.0 KA

RECLOSER 2895001 RECLOSER 
0401, 
12.47 KV

2710866 STATION 
WHITE 
ST DIST, 
5084, 
13.000 
KV

42764399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2214055 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892946 CAPACITO
R BANK 01, 
44.0 KV, 
7,200.0 
KVAR

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215860 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892947 CAPACITO
R BANK 02, 
44.0 KV, 
7,200.0 
KVAR

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2276626 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903506 BREAKER 
RONDA, 
44.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 661 0

2276627 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903507 BREAKER 
DREW, 
44.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 133 0

2276630 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903510 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 801 0

2276695 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903573 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0
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2276702 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903579 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 875 0

2276942 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903802 BREAKER 
WILKES BL, 
100.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 926 0

2276948 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903808 BREAKER 
YADKIN BL, 
100.0 KV

2711058 STATION 
WILKES 
TIE, 
1573, 
230.0 KV

42763306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 966 0

20154338 BREAKER 
VAC, 
24.000 KV, 
27.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907527 BREAKER 
2408, 24.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 087 089 090

2215775 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893244 CAPACITO
R BANK 1B, 
24.0 KV, 
4,500.0 
KVAR

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 175 OFF

2215776 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893245 CAPACITO
R BANK 
1A, 24.0 
KV, 4,500.0 
KVAR

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 190 OFF

2260302 2407,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893748 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2260303 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893748 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260333 2408,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894602 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2260349 2408,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894602 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2260506 2408,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894602 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2260509 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893748 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2274104 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901299 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 407 0 0 0

2274108 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901303 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 445 261 268 267
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2274242 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901431 BREAKER 
2407, 24.0 
KV

2711001 STATION 
WILLARD 
RD RET, 
1738, 
100.0 KV

42764685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 442 181 187 185

20044048 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905204 BREAKER 
SHERWOO
D BL, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0

2215239 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891523 CAPACITO
R BANK 04, 
100.0 KV, 
57,600.0 
KVAR

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 828 OFF

2215240 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891520 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3203 ON

2215241 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891521 CAPACITO
R BANK 02, 
100.0 KV, 
57,600.0 
KVAR

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2652 ON

2215259 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891522 CAPACITO
R BANK 03, 
100.0 KV, 
57,600.0 
KVAR

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1392 OFF

2258307 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893657 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2258465 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893658 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258466 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893658 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258467 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893658 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2259188 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893867 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2259866 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893867 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2260240 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893867 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2260730 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893656 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260755 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893657 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01
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2260775 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893657 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260776 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893656 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2260778 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893656 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R04

2273756 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900970 BREAKER 
BK 3 
12.5KV LT, 
13.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0147 966 944 996

2273837 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901049 BREAKER 
1210, 
12.47 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0504 354 389 349

2273840 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901052 BREAKER 
1211, 
12.47 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 402 282 270 313

2273841 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901053 BREAKER 
1212, 
12.47 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0432 247 236 261

M-100 Sub 163 
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2274802 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901958 BREAKER 
1209, 
12.47 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0312 183 152 191

2276972 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903828 BREAKER 
SALEM BL, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1161 0

2277032 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903888 BREAKER 
SALEM 
WH, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2351 0

2277098 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903952 BREAKER 
CBK 3&4 
BRK, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

2277100 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903954 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 193 0

2278505 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905203 BREAKER 
SHERWOO
D WH, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 0

2278507 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905205 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 079 0
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2278508 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905206 BREAKER 
WINSTON 
BL, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2278509 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905207 BREAKER 
WINSTON 
RET 100KV 
HT, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 044 0

2278510 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905208 BREAKER 
SILAS BL, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 1

2278511 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905209 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 086 0

2279290 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905949 BREAKER 
WAUGHTO
WN WH, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 070 0

2279877 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906488 BREAKER 
SILAS WH, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 894 0

2279937 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906543 BREAKER 
WAUGHTO
WN BL, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 0
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2279961 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906565 BREAKER 
WINSTON 
WH, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115 1

2280262 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906835 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 511 0

2280374 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906938 BREAKER 
BUXTON, 
100.0 KV

2711097 STATION 
WINSTO
N TIE, 
1177, 
115.000 
KV

42765046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 658 0

2214524 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892779 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1394 ON

2255413 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894030 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2259424 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894031 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2259801 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894031 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04
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2259802 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894031 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2261684 1205,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894028 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2261685 1205,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894028 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2261686 1205,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894028 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2274616 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901786 BREAKER 
1205, 
12.47 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 381 0 161 175 161

2274688 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901854 BREAKER 
1206, 
12.47 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 527 0 282 273 282

2275376 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906773 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 947 450 455 476
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2277592 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904384 BREAKER 
1207, 
12.47 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 746 186 183 195

2278485 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905183 BREAKER 
100KV HT, 
100.0 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 441 0

2279028 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905701 BREAKER 
1208, 
12.47 KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 510 61 71 59

2411753 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907118 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1383

2428930 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894029 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2428934 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894029 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2428936 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894029 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708949 STATION 
YADKINV
ILLE RET, 
1427, 
100.0 KV

42764733 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02
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20008781 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005506 BREAKER 
52-4, 100.0 
KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

20008782 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005505 BREAKER 
52-14, 
245.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

20008783 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005510 BREAKER 
52-21, 
100.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

20008784 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005509 BREAKER 
52-22, 
100.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

20008785 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005512 BREAKER 
52-01, 
100.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

20008786 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005507 BREAKER 
52-2, 100.0 
KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

20008787 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005508 BREAKER 
52-12, 
100.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0
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20008788 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

40005511 BREAKER 
52-11, 
100.0 KV

42761641 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2213905 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892708 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 762 OFF

2213910 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892707 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93

2214180 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892709 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 OFF

2260713 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894878 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2260714 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894878 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2260978 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894878 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2261401 1202,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894877 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

M-100 Sub 163 
PSDR2-2



2261447 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894877 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2274145 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901339 BREAKER 
1202, 
12.47 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 0 0 0

2274150 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901343 BREAKER 
1203, 
12.47 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0 0 0 0

2279537 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906177 BREAKER 
LINCOLNT
ON, 44.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2279584 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906222 BREAKER 
ACRE 
ROCK, 44.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 1

2279631 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906261 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2280323 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906888 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0
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2280664 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907200 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0

2280970 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907484 BREAKER 
HANNA, 
44.0 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2280977 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907491 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2428925 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894877 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2460327 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903009 BREAKER 
100KV HT, 
100.0 KV

2708828 STATION 
ACRERO
CK TIE, 
1330, 
100.0 KV

42762470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2274672 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901838 BREAKER 
ALLEN CT2 
TAP, 100.0 
KV

2708036 STATION 
ALLEN 
STEAM 
PL CT2 
TAP STA, 
1666, 
100.0 KV

42765059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 20 20 20
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2274673 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901839 BREAKER 
PCB 43, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2274674 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901840 BREAKER 
PCB 44, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2276192 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903110 BREAKER 
PCB 21, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2276193 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903111 BREAKER 
PCB 23, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2276194 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903112 BREAKER 
PCB 27, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

M-100 Sub 163 
PSDR2-2



2276195 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903113 BREAKER 
PCB 24, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2276196 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903114 BREAKER 
PCB 30, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2276198 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903116 BREAKER 
PCB 33, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

2276199 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903117 BREAKER 
PCB 36, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2276200 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903118 BREAKER 
PCB 39, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0
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2276201 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903119 BREAKER 
PCB 41, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2276202 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903120 BREAKER 
PCB 38, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2276203 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903121 BREAKER 
PCB 35, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2276204 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903122 BREAKER 
PCB 32, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2276205 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903123 BREAKER 
PCB 29, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0
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2276206 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903124 BREAKER 
PCB 26, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2276207 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903125 BREAKER 
PCB 25, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2276209 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903127 BREAKER 
PCB 28, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2276210 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903128 BREAKER 
PCB 34, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2276211 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903129 BREAKER 
PCB 37, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0
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2276212 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903130 BREAKER 
PCB 31, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2278522 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905220 BREAKER 
OCB 51-BK 
5A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2278524 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905222 BREAKER 
MCADENVI
LLE WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2278525 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905223 BREAKER 
OCB 4-BK 
2A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2278526 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905224 BREAKER 
ZOAR 
B&W, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

M-100 Sub 163 
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2278527 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905225 BREAKER 
ALLEN BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2278528 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905226 BREAKER 
ALLEN WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2278529 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905227 BREAKER 
OCB 2-BK 
1A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2278530 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905228 BREAKER 
OCB 1-BK 
1A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2278531 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905229 BREAKER 
PCB 3 - BK 
CT1 100KV 
HT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

M-100 Sub 163 
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2278532 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905230 BREAKER 
MCADENVI
LLE BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2278533 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905231 BREAKER 
WOODLA
WN BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2278535 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905233 BREAKER 
CANAL 
WH, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2278536 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905234 BREAKER 
OCB 19-BK 
6 LT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2278537 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905235 BREAKER 
BELMONT 
WH, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

M-100 Sub 163 
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2278538 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905236 BREAKER 
CANAL BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2278539 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905237 BREAKER 
WOODLA
WN WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2278540 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905238 BREAKER 
FEDERAL 
PACIFIC, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2278542 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905240 BREAKER 
BELMONT 
BL, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2278543 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905241 BREAKER 
OCB 20-BK 
6 LT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

M-100 Sub 163 
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2278544 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905242 BREAKER 
OCB 6-BK 
2B LT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2278546 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905244 BREAKER 
OCB 5-
2A&2B TIE, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2278547 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905245 BREAKER 
OCB 52-BK 
5A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

42761815 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2274673 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901839 BREAKER 
PCB 43, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 05 0

2274674 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901840 BREAKER 
PCB 44, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 78 0

M-100 Sub 163 
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2276192 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903110 BREAKER 
PCB 21, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 62 0

2276193 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903111 BREAKER 
PCB 23, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 04 0

2276194 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903112 BREAKER 
PCB 27, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 37 0

2276195 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903113 BREAKER 
PCB 24, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 36 0

2276196 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903114 BREAKER 
PCB 30, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 86 0

M-100 Sub 163 
PSDR2-2



2276198 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903116 BREAKER 
PCB 33, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 49 0

2276199 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903117 BREAKER 
PCB 36, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 99 0

2276200 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903118 BREAKER 
PCB 39, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 99 0

2276201 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903119 BREAKER 
PCB 41, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 24 0

2276202 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903120 BREAKER 
PCB 38, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 82 0
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2276203 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903121 BREAKER 
PCB 35, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 56 0

2276204 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903122 BREAKER 
PCB 32, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 37 0

2276205 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903123 BREAKER 
PCB 29, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 92 0

2276206 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903124 BREAKER 
PCB 26, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 33 0

2276207 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903125 BREAKER 
PCB 25, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 71 0

M-100 Sub 163 
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2276209 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903127 BREAKER 
PCB 28, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 30 0

2276210 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903128 BREAKER 
PCB 34, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 08 0

2276211 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903129 BREAKER 
PCB 37, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 98 0

2276212 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903130 BREAKER 
PCB 31, 
230.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 60 0

2278522 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905220 BREAKER 
OCB 51-BK 
5A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 66 0
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2278524 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905222 BREAKER 
MCADENVI
LLE WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 68 0

2278525 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905223 BREAKER 
OCB 4-BK 
2A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 20 0

2278526 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905224 BREAKER 
ZOAR 
B&W, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 64 0

2278527 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905225 BREAKER 
ALLEN BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 57 0

2278528 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905226 BREAKER 
ALLEN WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 88 0
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2278529 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905227 BREAKER 
OCB 2-BK 
1A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 28 0

2278530 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905228 BREAKER 
OCB 1-BK 
1A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 44 0

2278531 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905229 BREAKER 
PCB 3 - BK 
CT1 100KV 
HT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 42 0

2278532 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905230 BREAKER 
MCADENVI
LLE BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 50 0

2278533 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905231 BREAKER 
WOODLA
WN BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 07 0
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2278535 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905233 BREAKER 
CANAL 
WH, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 50 0

2278536 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905234 BREAKER 
OCB 19-BK 
6 LT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 48 0

2278537 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905235 BREAKER 
BELMONT 
WH, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 28 0

2278538 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905236 BREAKER 
CANAL BL, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 71 0

2278539 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905237 BREAKER 
WOODLA
WN WH, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 47 0
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2278540 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905238 BREAKER 
FEDERAL 
PACIFIC, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 78 0

2278542 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905240 BREAKER 
BELMONT 
BL, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 71 0

2278543 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905241 BREAKER 
OCB 20-BK 
6 LT, 100.0 
KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 47 0

2278544 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905242 BREAKER 
OCB 6-BK 
2B LT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 58 0

2278546 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905244 BREAKER 
OCB 5-
2A&2B TIE, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 21 0
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2278547 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905245 BREAKER 
OCB 52-BK 
5A HT, 
100.0 KV

2709127 STATION 
ALLEN 
STEAM 
PL, 1265, 
230.0 KV

43130858 NORMAL 
STATION 
INSPECTIO
N - ALLEN 
STEAM PL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 68 0

2418511 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892715 CAPACITO
R BANK 
1A, 0.6 KV, 
2,400.0 
KVAR

2708817 STATION 
AMER & 
EFIRD 
GASTONI
A PL DEL 
1, 3859, 
44.0 KV

42764403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2215308 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892520 CAPACITO
R BANK 1B, 
0.6 KV, 
1,500.0 
KVAR

2708822 STATION 
AMER & 
EFIRD 
PINKNEY 
PL 56, 
4921, 
44.0 KV

42763258 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF

2215322 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892519 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708822 STATION 
AMER & 
EFIRD 
PINKNEY 
PL 56, 
4921, 
44.0 KV

42763258 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2215865 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892710 CAPACITO
R BANK 
1A, 2.4 KV, 
2,400.0 
KVAR

2708825 STATION 
APEX 
TOOL 
GROUP 
LLC, 
3633, 
44.0 KV

42763557 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215288 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892532 CAPACITO
R BANK 
1A, 0.6 KV, 
1,200.0 
KVAR

2708073 STATION 
ARMTEX 
SS, 3070, 
44.0 KV

42764897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 OFF

2215410 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893286 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 936 ON

2215436 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893287 CAPACITO
R BANK 1B, 
12.47 KV, 
4,800.0 
KVAR

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1136 ON
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2256769 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894923 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2257085 1204,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894923 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2257487 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893774 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2257734 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893774 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2257989 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894922 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258152 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894922 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2258173 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894922 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2260020 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894921 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2261288 1201,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894921 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2261309 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894923 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2261417 1201,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894921 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261768 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893774 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2273249 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900484 BREAKER 
1201, 
12.47 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 90 169 331

2274337 BREAKER, 
VAC, 13 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901518 BREAKER 
1203, 
12.47 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 151 173 211

2275060 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902195 BREAKER 
100KV HT, 
100.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

M-100 Sub 163 
PSDR2-2



2276614 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903496 BREAKER 
NATIONAL, 
44.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2276616 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903498 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2276618 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903500 BREAKER 
FERRY, 
44.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2276619 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903501 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2276632 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903512 BREAKER 
CRAMERT
ON, 44.0 
KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2276634 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903513 BREAKER 
ACME, 
44.0 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2280200 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906776 BREAKER 
1204, 
12.47 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 301 308 323

M-100 Sub 163 
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2280691 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907222 BREAKER 
1202, 
12.47 KV

2708395 STATION 
BELMON
T TIE, 
1082, 
100.0 KV

42764270 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 291 289 284

2213986 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892761 CAPACITO
R BANK 01, 
44.0 KV, 
4,800.0 
KVAR

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2544 ON

2214374 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892763 CAPACITO
R BANK 03, 
44.0 KV, 
4,800.0 
KVAR

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 540 OFF

2215599 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892760 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1421 OFF

2215600 02,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892762 CAPACITO
R BANK 02, 
12.47 KV, 
4,800.0 
KVAR

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2275443 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902444 BREAKER 
1203, 
12.47 KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1870 0 118 128 133

2275464 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902448 BREAKER 
1202, 
12.47 KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1165 0 186 146 184

2276662 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903541 BREAKER 
CBK 
1&2&3 
BRK, 44.0 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 859 0

M-100 Sub 163 
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2277696 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904484 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 6191 0 0 0

2415581 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3033982 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2415757 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3033982 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2415762 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3033982 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2416321 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3034346 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2416322 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3034346 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2416326 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3034346 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709131 STATION 
BELWOO
D RET, 
1625, 
44.0 KV

42763462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

M-100 Sub 163 
PSDR2-2



2257288 0405,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894831 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2257291 0405,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894831 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257355 0405,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894831 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261687 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894830 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261688 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894830 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261689 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894830 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2275693 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902628 BREAKER 
0404, 4.16 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 955 0 81 62 50

M-100 Sub 163 
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2275739 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902673 BREAKER 
0405, 4.16 
KV

2709274 STATION 
BESSEME
R CITY 
RET, 
3132, 
44.0 KV

42762799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 645 0 99 132 107

20267111 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41381816 REGULATO
R 1202, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R14

20267112 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41381816 REGULATO
R 1202, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R15

20267113 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41381816 REGULATO
R 1202, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R14

20267114 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41381817 REGULATO
R 1203, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15

20267116 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41381817 REGULATO
R 1203, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R15

20918326 1203, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

41381817 REGULATO
R 1203, 
6.900 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R15

M-100 Sub 163 
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2280951 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907468 BREAKER 
1203, 
12.47 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 0 0 0

2280957 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907473 BREAKER 
1202, 
12.47 KV

2708080 STATION 
BETHEL 
RET, 
3134, 
44.0 KV

42763828 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0 0

2257515 1208,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3025027 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2257954 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893785 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2258398 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893785 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260059 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893784 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2260243 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893784 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



2260792 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893784 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261123 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3025027 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261187 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3025027 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2274210 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901400 BREAKER 
1205, 
12.47 KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90

2274211 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901401 BREAKER 
1207, 
12.47 KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2274217 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901407 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96

2369248 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3025020 BREAKER 
1208, 
12.47 KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99

M-100 Sub 163 
PSDR2-2



2383482 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893785 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710808 STATION 
BETHWA
RE RET, 
2589, 
100.0 KV

42763900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2213828 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892467 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 OFF

2215028 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892466 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2256840 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894730 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2256841 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894730 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2256842 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894730 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2259009 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026894 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2259010 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026894 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

M-100 Sub 163 
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2262099 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02

2262100 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2262101 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L10

2277402 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904209 BREAKER 
1203, 
12.47 KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9953 210 216 205

2277403 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904210 BREAKER 
1202, 
12.47 KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 192 200 178

2277408 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904215 BREAKER 
1201, 
12.47 KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 104 97 102

2277664 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904454 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3061 0 0 0

M-100 Sub 163 
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2368531 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026894 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2369247 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026892 BREAKER 
1204, 
12.47 KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 6 2 12

2828833 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894731 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2828834 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894731 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2828835 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894731 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709135 STATION 
BLANTO
N RET, 
3149, 
44.0 KV

42763777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

20176661 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 1200 
AMPS, KA, 
3 CYCLES

CIRCUIT 
BREAKER

41234092 BREAKER 
1204, 
12.470 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 79 103 82

20176662 REGULATO
R 1PH, 
PHASE Z

REGULATO
R

41234093 REGULATO
R 1208, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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20176663 REGULATO
R 1PH, 
PHASE Y

REGULATO
R

41234093 REGULATO
R 1208, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

20176664 REGULATO
R 1PH, 
PHASE X

REGULATO
R

41234093 REGULATO
R 1208, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

20176665 REGULATO
R 1PH, 
PHASE Z

REGULATO
R

41234094 REGULATO
R 1204, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

20176666 REGULATO
R 1PH, 
PHASE Y

REGULATO
R

41234094 REGULATO
R 1204, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

20176667 REGULATO
R 1PH, 
PHASE X

REGULATO
R

41234094 REGULATO
R 1204, 
6.900 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

20221616 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41293254 BREAKER 
1208, 
12.470 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 153 136 157

20221617 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

41293255 BREAKER 
BK 3 LT, 
44.000 KV

2710775 STATION 
BOTANIC
AL RET, 
2671, 
100.000 
KV

42761671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0
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20436803 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  26 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900802 BREAKER 
1204, 
12.47 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 191 124 198

20436809 BREAKER,  
VAC,  ABC 
PH,  15 KV,  
15.5 KV,  
2000 
AMPS,  26 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41894859 BREAKER 
BK 1 12KV 
LT, 12.470 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 310 308 321 321

20436810 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  2000 
AMPS,  26 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41894876 BREAKER 
BK 2 12KV 
LT, 12.470 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321 228 150 231

20437116 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41895810 BREAKER 
1202, 
12.470 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 409 204 189 232

20437119 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900875 BREAKER 
1203, 
12.47 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 82 99 49

20437191 BREAKER 
VAC, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41895982 BREAKER 
BUS JCT, 
24.000 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



20437202 1203, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2893652 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20437205 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2893652 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20437207 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893652 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

20437209 1202, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

41896032 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

20437212 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

41896032 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20437214 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

41896032 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

20437216 1204, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2893653 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

M-100 Sub 163 
PSDR2-2



20437218 1204, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2893653 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

20437220 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893653 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708111 STATION 
BUFFAL
O CREEK 
RET, 
3238, 
44.0 KV

42763685 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

2258980 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893924 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2258981 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893924 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2259094 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893924 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2259226 REGULATO
R 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894851 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R09

2259234 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894851 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

M-100 Sub 163 
PSDR2-2



2259903 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894851 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09

2260264 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894852 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2273337 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900568 BREAKER 
1201, 
12.47 KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0 0

2275131 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902236 BREAKER 
1203, 
12.47 KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0

2280984 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907498 BREAKER 
1202, 
12.47 KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0 0

2871762 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894852 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2872720 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894852 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708765 STATION 
CARVER 
ST RET, 
3317, 
44.0 KV

42762235 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

M-100 Sub 163 
PSDR2-2



2214877 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892976 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708449 STATION 
CBM CO 
INC, 
4983, 
44.0 KV

42764898 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215164 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891913 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215165 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891913 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2257692 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894785 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2257694 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894785 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257773 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894785 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2279184 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905847 BREAKER 
1201, 
12.47 KV

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 2 1 2

M-100 Sub 163 
PSDR2-2



2280583 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907126 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710175 STATION 
CHERRY
VILLE 
MAIN, 
3372, 
44.0 KV

42764296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 154 0 0 0

2279074 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905743 BREAKER 
1201, 
12.47 KV

2709275 STATION 
CHERRY
VILLE 
RET, 
3373, 
44.0 KV

42763491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 302 256 233

2415752 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709275 STATION 
CHERRY
VILLE 
RET, 
3373, 
44.0 KV

42763491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R11

2416320 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709275 STATION 
CHERRY
VILLE 
RET, 
3373, 
44.0 KV

42763491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2427061 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709275 STATION 
CHERRY
VILLE 
RET, 
3373, 
44.0 KV

42763491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

20319058 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  KV,  
2000 
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

41606162 BREAKER 
BUFFALO 
CREEK 
100KV, 
100.000 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2214373 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891918 CAPACITO
R BANK 02, 
44.0 KV, 
16,800.0 
KVAR

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 196 OFF

M-100 Sub 163 
PSDR2-2



2214375 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891917 CAPACITO
R BANK 01, 
44.0 KV, 
16,800.0 
KVAR

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 468 OFF

2215745 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893207 CAPACITO
R BANK 03, 
44.0 KV, 
16,800.0 
KVAR

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2275260 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902345 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2275261 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902346 BREAKER 
DOGWOO
D, 44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2275262 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902347 BREAKER 
WACO NO 
1, 44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0

2275263 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902348 BREAKER 
CBK 44KV 
BRK, 44.0 
KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2276651 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903530 BREAKER 
WILLOW, 
44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1160 0

M-100 Sub 163 
PSDR2-2



2279760 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906380 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 435 0

2280058 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906649 BREAKER 
44KV AUX, 
44.000 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1645 0

2280067 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906658 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 618 0

2280094 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906682 BREAKER 
100KV HT, 
100.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1176 0

2280441 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906999 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708831 STATION 
CHERRY
VILLE 
TIE, 
1307, 
100.0 KV

42763681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 563 0

2260313 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893741 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2260533 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893740 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

M-100 Sub 163 
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2260534 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893740 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2260535 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893740 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

2260545 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893741 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260601 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893741 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

2273760 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900974 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 143 597 654 538

2273990 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901188 BREAKER 
1201, 
12.47 KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 159 133 129

2274067 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901264 BREAKER 
1202, 
12.47 KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 135 190 193

M-100 Sub 163 
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2430311 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053478 BREAKER 
1203, 
12.47 KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 129 118 64

2434051 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3053480 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2434052 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3053480 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2442482 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3053480 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709138 STATION 
CHRISTO
PHER RD 
RET, 
2011, 
100.0 KV

42762647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

20367028 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  
CYCLES

CIRCUIT 
BREAKER

41716387 BREAKER 
CAP CB, 
15.500 KV

40018030 STATION 
CLEARW
ATER 
PAPER 
CO #2, 
5602, 
100.000 
KV

42761844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 595 216 215 214

2410934 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 13.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3035267 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

3018646 STATION 
CLEARW
ATER 
PAPER, 
2677, 
100.0 KV

42764753 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 671 214 213 213

2412417 2A,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

3035273 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

3018646 STATION 
CLEARW
ATER 
PAPER, 
2677, 
100.0 KV

42764753 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 199 ON

M-100 Sub 163 
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2412423 2B,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

3035274 CAPACITO
R BANK 2B, 
12.47 KV, 
5,400.0 
KVAR

3018646 STATION 
CLEARW
ATER 
PAPER, 
2677, 
100.0 KV

42764753 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 OFF

2214429 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892524 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 OFF

2215295 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893370 CAPACITO
R BANK 02, 
44.0 KV, 
16,800.0 
KVAR

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 OFF

2276522 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903408 BREAKER 
GASTONIA 
NO 2, 44.0 
KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2276523 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903409 BREAKER 
GASTONIA 
NO 1, 44.0 
KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2276525 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903411 BREAKER 
CLOVER, 
44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 2

2276526 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903412 BREAKER 
FILBERT, 
44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

M-100 Sub 163 
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2276527 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903413 BREAKER 
NANNY 
MOUNTAI
N NO 2, 
44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2276610 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903493 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2276636 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903515 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2276654 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903533 BREAKER 
NANNY 
MOUNTAI
N NO 1, 
44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2276758 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903632 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2277230 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904052 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2279875 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906486 BREAKER 
100KV HT, 
100.0 KV

2708659 STATION 
CLOVER 
TIE, 
1564, 
100.0 KV

42765099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

M-100 Sub 163 
PSDR2-2



20375595 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
1200 
AMPS,  25 
KA,  
CYCLES

CIRCUIT 
BREAKER

41727691 BREAKER 
2408, 
24.000 KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0

2255289 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 3042554 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2274891 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042553 BREAKER 
BK 1 24KV 
LT, 24.0 KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 0 0

2397043 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051157 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 0 0

2397044 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051156 BREAKER 
BK 2 24KV 
LT, 24.0 KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0 0 0

2397070 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042552 BREAKER 
2405, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2397074 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042551 BREAKER 
2402, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 0 0
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2397078 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042550 BREAKER 
2401, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0 0 0

2415495 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051154 BREAKER 
2403, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 0 0

2415496 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3051155 BREAKER 
2407, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

2440347 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,320.0 
AMPS

LTC 3051159 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2448097 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059144 BREAKER 
2406, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0

2448099 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059168 BREAKER 
2404, 24.0 
KV

3019985 STATION 
COUNTR
YSIDE RD 
RET, 
2680, 
100.0 KV

42764445 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

2256786 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894406 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L06

M-100 Sub 163 
PSDR2-2



2257927 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893770 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2260257 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893770 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261243 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893770 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2274203 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901394 BREAKER 
1204, 
12.47 KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

2277416 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904223 BREAKER 
1203, 
12.47 KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2874038 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894406 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2874053 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894406 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708339 STATION 
CROWDE
RS 
CREEK 
RET, 
5175, 
44.0 KV

42764559 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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2275406 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906786 BREAKER 
RAGAN, 
44.0 KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 1

2275407 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906889 BREAKER 
MUTUAL, 
44.0 KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2278631 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905325 BREAKER 
100KV HT, 
100.0 KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

2280429 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906988 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2280491 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907047 BREAKER 
W 
GASTONIA 
RET 100KV 
HT, 100.0 
KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2280513 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907062 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709215 STATION 
DIXIE 
TIE, 
1329, 
100.000 
KV

42764423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2213827 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892333 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2214092 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892331 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 OFF

2215083 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892332 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 OFF

2277371 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904180 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2277739 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904523 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 948 0 0 0

2278019 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904778 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709141 STATION 
DOUBLE 
SPRINGS 
SS, 1760, 
115.0 KV

42762238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 738 0 554 559 549

2214045 1A CAPACITO
R

2891905 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2709142 STATION 
EATON 
CORP 
TRANSM
ISSION 
DIV, 
3638, 
100.0 KV

42764545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2277355 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904166 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2709142 STATION 
EATON 
CORP 
TRANSM
ISSION 
DIV, 
3638, 
100.0 KV

42764545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00
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2258510 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3054242 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

2259093 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894725 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259098 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894725 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259099 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894725 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259641 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259642 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2259643 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05
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2260505 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894727 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260539 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894727 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2260559 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894727 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2261209 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3054242 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

2261596 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3054242 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2276047 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902971 BREAKER 
100KV HT, 
100.0 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 281 0

2276141 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903059 BREAKER 
12AX, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 0 282 306 289

M-100 Sub 163 
PSDR2-2



2276143 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903061 BREAKER 
1203, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 617 0 173 165 185

2276144 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903062 BREAKER 
1208, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 0 160 205 174

2277409 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904216 BREAKER 
1204, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 164 197 167

2428303 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054236 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 419 442 432

2428306 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054238 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 459 482 469

2428309 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054239 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 301 364 355

2428313 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054240 BREAKER 
1207, 
12.47 KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 218 183 213

M-100 Sub 163 
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2434049 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3054243 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2434055 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3054243 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2434056 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3054243 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709211 STATION 
ELLIOTT 
RET, 
1530, 
100.0 KV

42762796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215829 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892757 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2709143 STATION 
FAS 
CONTRO
LS INC, 
3684, 
44.0 KV

42762167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 ON

2215651 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892475 CAPACITO
R BANK 
1A, 13.0 
KV, 4,800.0 
KVAR

2709144 STATION 
FIRESTO
NE 
FIBERS& 
TEXTILES 
CO, 
3710, 
69.0 KV

42764893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2259252 REGULATO
R 1PH, 
12.47 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41112024 REGULATO
R 1203, 
PHASE 0, 
0.000 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02

2259357 REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV

REGULATO
R

41112024 REGULATO
R 1203, 
PHASE 0, 
0.000 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2260061 REGULATO
R 1PH, 
12.47 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41112024 REGULATO
R 1203, 
PHASE 0, 
0.000 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

M-100 Sub 163 
PSDR2-2



2261914 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894780 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2261915 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894780 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2261916 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894780 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R09

2262050 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894779 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2262051 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894779 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2262052 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894779 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2275469 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41112022 BREAKER 
1203, 
12.470 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 121 123 129

M-100 Sub 163 
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2275529 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902476 BREAKER 
1202, 
12.47 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1507 0 139 144 164

2275538 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902485 BREAKER 
1201, 
12.47 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1104 0 159 135 167

2373812 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906599 BREAKER 
44KV HT, 
44.0 KV

2708479 STATION 
FLAY 
RET, 
3717, 
44.0 KV

42764156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2214126 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892009 CAPACITO
R BANK 
1A, 4.16 
KV, 2,250.0 
KVAR

2710272 STATION 
FMC 
CORP 
LITHIUM 
T&D, 
5165, 
44.0 KV

42762573 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

20682826 BREAKER 
GAS, 
72.500 KV, 
72.5 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42408287 BREAKER 
GASTON 
SOLAR HT, 
72.500 KV

41713219 STATION 
GASTON 
SOLAR, 
1053, 
44.000 
KV

42765268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 328 327 327

20396954 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906397 BREAKER 
100KV HT, 
100.0 KV

2708009 STATION 
GASTONI
A CITY 
DEL 10, 
1516, 
100.0 KV

42764208 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2279550 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906190 BREAKER 
100KV HT, 
100.0 KV

2708824 STATION 
GASTONI
A CITY 
DEL 11, 
1565, 
100.0 KV

42763796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

M-100 Sub 163 
PSDR2-2



2830547 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154688 BREAKER 
GASTONIA 
CITY DEL 
11, 13.0 KV

2708824 STATION 
GASTONI
A CITY 
DEL 11, 
1565, 
100.0 KV

42763796 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 0 0

2277510 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904316 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708821 STATION 
GASTONI
A CITY 
DEL 12, 
1603, 
100.0 KV

42763555 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2279668 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 14 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906295 BREAKER 
100KV HT, 
100.0 KV

2708821 STATION 
GASTONI
A CITY 
DEL 12, 
1603, 
100.0 KV

42763555 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2279973 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906576 BREAKER 
GASTONIA 
CITY DEL 
14, 100.0 
KV

2708053 STATION 
GASTONI
A CITY 
DEL 14, 
1733, 
100.0 KV

42764578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2215635 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892713 CAPACITO
R BANK 
1A, 2.4 KV, 
2,100.0 
KVAR

2708165 STATION 
GASTONI
A CITY 
DEL 2, 
3764, 
44.0 KV

42763710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 OFF

2277507 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904313 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708165 STATION 
GASTONI
A CITY 
DEL 2, 
3764, 
44.0 KV

42763710 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88

2862805 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900772 BREAKER 
100KV HT, 
100.0 KV

2707998 STATION 
GASTONI
A CITY 
DEL 6, 
1433, 
100.0 KV

42763927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

M-100 Sub 163 
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2214527 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892522 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708815 STATION 
GASTONI
A CITY 
DEL 7, 
3769, 
44.0 KV

42763734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

2215636 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892521 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708815 STATION 
GASTONI
A CITY 
DEL 7, 
3769, 
44.0 KV

42763734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

2396698 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904489 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708815 STATION 
GASTONI
A CITY 
DEL 7, 
3769, 
44.0 KV

42763734 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62

2280014 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906612 BREAKER 
100KV HT, 
100.0 KV

2708827 STATION 
GASTONI
A CITY 
DEL 9, 
1489, 
100.0 KV

42764948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2281017 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
23 KV, 
1200 
AMPS, 8.9 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2907528 BREAKER 
1202, 
12.47 KV

2708396 STATION 
GASTONI
A MN, 
1204, 
44.0 KV

42764567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0 0

2281018 BREAKER 
OIL, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
1,200.0 
AMPS, 8.9 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2907529 BREAKER 
1201, 
12.47 KV

2708396 STATION 
GASTONI
A MN, 
1204, 
44.0 KV

42764567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 0 0 0

2255671 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 38.0 
KVA

REGULATO
R

2894876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709276 STATION 
HARDEN 
RET, 
3878, 
44.0 KV

42764777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

M-100 Sub 163 
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2257100 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 38.0 
KVA

REGULATO
R

2894876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709276 STATION 
HARDEN 
RET, 
3878, 
44.0 KV

42764777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2257101 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 38.0 
KVA

REGULATO
R

2894876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709276 STATION 
HARDEN 
RET, 
3878, 
44.0 KV

42764777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

20007159 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893811 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

20008545 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893811 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R12

2214368 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892107 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 849 OFF

2215024 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892106 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 839 OFF

2258825 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894829 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

M-100 Sub 163 
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2259653 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893811 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

2259839 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894829 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R09

2261546 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894827 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2261547 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894827 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261548 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894827 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2274440 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901617 BREAKER 
1204, 
12.47 KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 7 10 3

2277698 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904486 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3387 0 0 0
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2278728 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905419 BREAKER 
1201, 
12.47 KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 179 89 93 75

2280282 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906855 BREAKER 
1202, 
12.47 KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1500 0 297 304 291

2280373 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906937 BREAKER 
1203, 
12.47 KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1582 0 220 183 202

2401948 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894828 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

2401989 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894828 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

2401990 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894828 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

2443016 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894829 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708823 STATION 
HARTFO
RD AVE 
RET, 
3882, 
44.0 KV

42764929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

M-100 Sub 163 
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2255874 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894863 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2257066 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894862 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R09

2257067 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894862 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2257068 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894862 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2273534 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
8.9 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900759 BREAKER 
1201, 
12.47 KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2055 0 167 178 158

2274436 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901613 BREAKER 
BK 2 
12.5KV HT, 
12.47 KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 180 62 66 67

2280600 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907140 BREAKER 
0401, 
12.47 KV

2708180 STATION 
HIGH 
SHOALS 
RET, 
3916, 
44.0 KV

42763980 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 151 158 159
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2213969 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891863 CAPACITO
R BANK 03, 
44.0 KV, 
12,000.0 
KVAR

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 175 OFF

2214578 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891862 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 635 OFF

2214580 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891861 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1648 OFF

2272810 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900064 BREAKER 
PINHOOK 
BL, 100.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 564 0

2272916 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900163 BREAKER 
PINHOOK 
WH, 100.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9980 0

2272990 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900236 BREAKER 
EARL WH, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2273041 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900280 BREAKER 
EARL BL, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0
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2274173 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901365 BREAKER 
CROWDER 
WH, 100.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 138 0

2275288 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903574 BREAKER 
CBK 
1&2&3 
BRK, 44.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2275289 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903642 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2275290 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903644 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2275291 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903640 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2275292 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903490 BREAKER 
WILLOW, 
44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 0

2275293 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903489 BREAKER 
BESSEMER, 
44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

M-100 Sub 163 
PSDR2-2



2275605 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902548 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276491 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903380 BREAKER 
WHETSTO
NE BL, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 235 0

2276493 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903382 BREAKER 
WHETSTO
NE WH, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9966 0

2277019 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903875 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2277020 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903876 BREAKER 
BK 3&4 
100KV HT, 
100.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2279590 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906228 BREAKER 
SPECTRUM
, 44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 959 0

2279639 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906269 BREAKER 
LINWOOD, 
44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1297 0

M-100 Sub 163 
PSDR2-2



2280523 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907072 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 552 0

2280702 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907233 BREAKER 
VANTINE 
NO 2, 44.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280980 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907494 BREAKER 
VANTINE 
NO 1, 44.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 720 0

2280981 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907495 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 370 0

2431055 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907004 BREAKER 
CROWDER 
BL, 100.0 
KV

2709147 STATION 
HILLTOP 
TIE, 
1215, 
100.0 KV

42764574 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2255676 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894776 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710812 STATION 
KINGS 
CREEK 
RET, 
4067, 
44.0 KV

42762943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2275971 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902896 BREAKER 
1201, 
12.47 KV

2710812 STATION 
KINGS 
CREEK 
RET, 
4067, 
44.0 KV

42762943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0 0

M-100 Sub 163 
PSDR2-2



2214011 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891857 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2709148 STATION 
KINGS 
MTN 
CITY DEL 
2, 4069, 
44.0 KV

42762530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 OFF

2214766 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891858 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2709148 STATION 
KINGS 
MTN 
CITY DEL 
2, 4069, 
44.0 KV

42762530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 OFF

2274653 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901821 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709148 STATION 
KINGS 
MTN 
CITY DEL 
2, 4069, 
44.0 KV

42762530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81

2214258 3A CAPACITO
R

2893042 CAPACITO
R BANK 
3A, 0.0 KV, 
7,200.0 
KVAR

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215832 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893302 CAPACITO
R BANK 01, 
44.0 KV, 
16,200.0 
KVAR

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2279173 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905836 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 0 0

2279759 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906379 BREAKER 
VANTINE 
NO 1, 44.0 
KV

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

M-100 Sub 163 
PSDR2-2



2280066 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906657 BREAKER 
44KV HT, 
44.0 KV

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2280224 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906799 BREAKER 
VANTINE 
NO 2, 44.0 
KV

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2280336 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906901 BREAKER 
KINGS 
MOUNTAI
N, 44.0 KV

2709149 STATION 
KINGS 
MTN 
MAIN, 
1158, 
44.0 KV

42763257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2213872 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892956 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708189 STATION 
LAKEVIE
W SS, 
4009, 
44.0 KV

42762100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 OFF

2213873 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892957 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2708189 STATION 
LAKEVIE
W SS, 
4009, 
44.0 KV

42762100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 OFF

2277571 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904365 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708189 STATION 
LAKEVIE
W SS, 
4009, 
44.0 KV

42762100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 000 000 000

20584841 1214, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894734 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



20628325 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900690 BREAKER 
1214, 
12.47 KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 323 34 35 87

2255604 1213,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894733 REGULATO
R 
1213,PHAS
E 0.0, 13.0 
KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2276278 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903193 BREAKER 
1213, 
12.47 KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2229 0 189 174 202

2430748 1214,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894734 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R09

2845073 1214,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894734 REGULATO
R 
1214,PHAS
E 0.0, 6.9 
KV

2708834 STATION 
LAWNDA
LE RET, 
4117, 
44.0 KV

42765061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R11

2214321 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892126 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708854 STATION 
LINCOLN
TON 
CITY, 
1569, 
100.0 KV

42765161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 OFF

2277818 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904594 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708854 STATION 
LINCOLN
TON 
CITY, 
1569, 
100.0 KV

42765161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

M-100 Sub 163 
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20779551 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906306 BREAKER 
1212, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 0 253 288 186

20779552 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902812 BREAKER 
1211, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 316 0 170 173 201

20779554 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903323 BREAKER 
1209, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 0 109 124 91

20779555 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902512 BREAKER 
1206, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 1 178 170 164

20779556 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902534 BREAKER 
1205, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 0 253 254 205

2213975 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892228 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 908 OFF

2215606 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893160 CAPACITO
R BANK 06, 
100.0 KV, 
38,400.0 
KVAR

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2347 OFF

M-100 Sub 163 
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2215607 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893159 CAPACITO
R BANK 05, 
100.0 KV, 
38,400.0 
KVAR

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4719 OFF

2255078 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859337 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02

2255097 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859338 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2273391 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900620 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2275337 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3016626 BREAKER 
1207, 13.0 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 308 315 310

2275339 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3016623 BREAKER 
1208, 13.0 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 211 221 209

2276548 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903434 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0
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2276600 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903484 BREAKER 
SEABOARD
, 44.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1975 0

2276672 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903551 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 433 0

2276682 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903560 BREAKER 
LINCOLNT
ON, 44.0 
KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 244 0

2276686 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903564 BREAKER 
MAIDEN, 
44.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 122 0

2276699 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903576 BREAKER 
CBK 1 BRK, 
44.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 764 0

2276911 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903772 BREAKER 
MULL WH, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0

2276921 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903782 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0
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2277746 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904530 BREAKER 
BK 5&6 
100KV HT, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2279466 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906110 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 752 760 683

2279468 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906112 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 508 563 451

2279469 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906113 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9958 0 0 0

2279513 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906156 BREAKER 
BOGER 
CITY BL, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9993 0

2279515 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906158 BREAKER 
ASPEN, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279516 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906159 BREAKER 
MULL BL, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 0
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2279518 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906161 BREAKER 
BOGER 
CITY WH, 
100.0 KV

2708482 STATION 
LINCOLN
TON TIE, 
1107, 
230.0 KV

42762567 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 0

2214427 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891847 CAPACITO
R BANK 
1A, 12.47 
KV, 2,250.0 
KVAR

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 OFF

2215339 1B CAPACITO
R

2893116 CAPACITO
R BANK 1B, 
0.0 KV, 
2,250.0 
KVAR

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2258427 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894787 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07

2261387 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894789 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R11

2261544 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894789 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R15

2261545 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894789 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R12
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2272896 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900143 BREAKER 
CBK 1B&1C 
BRK, 12.47 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89

2274434 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901611 BREAKER 
1203, 
12.47 KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23

2277243 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904065 BREAKER 
1202, 
12.47 KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2412737 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894787 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R12

2412738 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894787 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R12

2871488 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903309 BREAKER 
1201, 
12.47 KV

2708219 STATION 
MARGRA
CE SS, 
4205, 
44.000 
KV

42764255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

2258694 0403,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894918 REGULATO
R 
0403,PHAS
E 0.0, 6.9 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05
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2258698 0403,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894918 REGULATO
R 
0403,PHAS
E 0.0, 6.9 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258952 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894920 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258953 0405,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894920 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258959 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894919 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2258972 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894919 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2258991 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894919 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2258992 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894917 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2259145 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894920 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2260616 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894917 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2260617 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894917 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260787 0403,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894918 REGULATO
R 
0403,PHAS
E 0.0, 6.9 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2280806 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907335 BREAKER 
0405, 4.16 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 233 247 299

2280813 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907342 BREAKER 
0403, 4.16 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 194 191 191

2280816 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907345 BREAKER 
0402, 4.16 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 226 254 178

2280818 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907347 BREAKER 
0404, 4.16 
KV

2707966 STATION 
MAYWO
RTH RET, 
1206, 
44.0 KV

42765207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 184 136 147
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20432082 1203, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894902 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2213907 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892950 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 OFF

2213908 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892951 CAPACITO
R BANK 02, 
44.0 KV, 
14,400.0 
KVAR

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 254 OFF

2213989 1A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892949 CAPACITO
R BANK 
1A, 44.0 
KV, 3,600.0 
KVAR

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 407 OFF

2256544 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894903 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2258246 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894901 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258282 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894901 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06
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2258715 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894901 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2260094 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893497 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261192 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893497 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2276172 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903090 BREAKER 
1202, 
12.47 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0 0

2276350 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903252 BREAKER 
GARDNER 
BL, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2276498 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903386 BREAKER 
100KV HT, 
100.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2276579 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903463 BREAKER 
PLANTATI
ON PIPE, 
44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 1
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2276608 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903492 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2276711 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903588 BREAKER 
MCADENVI
LLE BL, 
100.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2276755 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903629 BREAKER 
PINHOOK 
WH, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 1

2276764 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903638 BREAKER 
PINHOOK 
BL, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

2276775 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903648 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2277030 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903886 BREAKER 
GARDNER 
WH, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2277034 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903890 BREAKER 
MOUNTAI
N ISLAND 
WH, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0
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2277035 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903891 BREAKER 
MOUNTAI
N ISLAND 
BL, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2277036 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903892 BREAKER 
MCADENVI
LLE WH, 
100.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2277641 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904432 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 0 0

2277906 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904679 BREAKER 
1201, 
12.47 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0 0 0 0

2277948 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904719 BREAKER 
1204, 
12.47 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 2 0 0 0

2277995 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904760 BREAKER 
1203, 
12.47 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 2 0 0 0

2278576 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905271 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0
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2279523 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906165 BREAKER 
ARTCLOTH 
NO 2, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 1

2279683 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906309 BREAKER 
LOWELL 
NO 2, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2279745 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906365 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 1

2279981 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906584 BREAKER 
ARTCLOTH 
NO 1, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2280013 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906611 BREAKER 
LOWELL 
NO 1, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2280187 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906765 BREAKER 
SOUTH 
FORK NO 
2, 44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2280305 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906873 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

M-100 Sub 163 
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2280411 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 46.0 
KV, 1,200.0 
AMPS, 
17.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906971 BREAKER 
CRAMERT
ON, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 1

2280495 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2907051 BREAKER 
SOUTH 
FORK NO 
1, 44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2280683 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2907215 BREAKER 
ACME, 
44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2280897 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2907420 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 1

2280958 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907474 BREAKER 
MCADENVI
LLE RET 
HT, 44.0 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2452735 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 2,500.0 
KV, 250.0 
KVA

REGULATO
R

2893497 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

M-100 Sub 163 
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2453440 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 2,500.0 
KV, 250.0 
KVA

REGULATO
R

2894902 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2851254 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,200.0 
KV, 250.0 
KVA

REGULATO
R

2894902 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708811 STATION 
MCADEN
VILLE JCT 
TIE, 
1203, 
100.0 KV

42764239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2273669 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900887 BREAKER 
PCB 3, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

42761799 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2273670 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900888 BREAKER 
PCB 4, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

42761799 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2273671 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900889 BREAKER 
PCB 1, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

42761799 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2273672 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900890 BREAKER 
PCB 2, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

42761799 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2273669 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900887 BREAKER 
PCB 3, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

43130873 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 86 0
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2273670 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900888 BREAKER 
PCB 4, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

43130873 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2273671 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900889 BREAKER 
PCB 1, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

43130873 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 6 0

2273672 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900890 BREAKER 
PCB 2, 
230.0 KV

2710104 STATION 
MILL 
CREEK 
COMBUS
TION 
TURBINE
, 1959, 
230.0 KV

43130873 NORMAL 
STATION 
INSPECTIO
N - MILL 
CREEK 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS20 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

20774906 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907460 BREAKER 
1202, 
12.47 KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 0 240 181 246

20774907 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907380 BREAKER 
1205, 
12.47 KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339 0 226 207 182

20774908 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907432 BREAKER 
1204, 
12.47 KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 0 232 216 238

2215120 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892060 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 ON
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2215513 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892061 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 OFF

2257924 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894713 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R11

2257925 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894713 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R09

2257935 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894713 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R16

2258016 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894715 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258482 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894715 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2262058 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894715 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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2277667 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904457 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1619 0 0 0

2443014 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894714 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2443019 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894714 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2443021 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894714 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709151 STATION 
MOORES
BORO 
RET, 
4323, 
44.0 KV

42763623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2215342 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893407 CAPACITO
R BANK 
2A, 12.47 
KV, 4,500.0 
KVAR

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 536 OFF

2215343 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893408 CAPACITO
R BANK 2B, 
12.47 KV, 
4,500.0 
KVAR

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 195 OFF

2215441 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893406 CAPACITO
R BANK 
3A, 12.47 
KV, 7,200.0 
KVAR

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 OFF

2255367 1212,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 1,000.0 
KVA

REGULATO
R

2894897 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

M-100 Sub 163 
PSDR2-2



2258701 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894895 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259201 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893874 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259324 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893874 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259350 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893874 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2260051 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894896 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2260579 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893537 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2260580 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893537 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

M-100 Sub 163 
PSDR2-2



2260581 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893537 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260719 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894896 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2260772 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894896 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261025 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894895 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261026 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894895 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2273192 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900427 BREAKER 
1207, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 128 192 127

2274935 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902084 BREAKER 
1209, 13.0 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 112 140 171

M-100 Sub 163 
PSDR2-2



2278024 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904782 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 723 730 573

2278978 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905653 BREAKER 
1205, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 198 79 168

2278980 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905655 BREAKER 
1212, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 357 328 206

2278982 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905657 BREAKER 
1211, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 273 276 210

2278984 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905659 BREAKER 
12AX, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0

2278985 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905660 BREAKER 
1206, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 270 264 220

2280309 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906876 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

M-100 Sub 163 
PSDR2-2



2431145 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894894 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2431146 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894894 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2431147 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894894 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2443141 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905651 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 532 505 460

2443146 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905652 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708031 STATION 
NEW 
HOPE 
RET, 
1643, 
100.0 KV

42762883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 0 0

2257238 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893842 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2259428 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893843 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

M-100 Sub 163 
PSDR2-2



2259558 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893842 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2259563 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893843 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259564 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893842 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2259616 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893843 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2274641 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901809 BREAKER 
1203, 
12.47 KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 204 76 108 88

2274642 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901810 BREAKER 
1204, 
12.47 KV

2708770 STATION 
NORTH 
LINCOLN 
RET, 
5299, 
44.0 KV

42765149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 231 222 198 150

20222527 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903092 BREAKER 
1201, 
12.47 KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43

M-100 Sub 163 
PSDR2-2



20222974 1200, 
REGULATO
R 1PH, 
PHASE Y, 
7,220.0 KV, 
250.0 KVA

REGULATO
R

41298425 REGULATO
R 1202, 
6.900 KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

20222976 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41298429 BREAKER 
1202, 
12.470 KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39

2258705 1202, 
REGULATO
R 1PH, 
PHASE X, 
69.000 KV, 
7,200.0 KV, 
250.0 KVA

REGULATO
R

41298425 REGULATO
R 1202, 
6.900 KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2260521 1202, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41298425 REGULATO
R 1202, 
6.900 KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2260956 1201, 
REGULATO
R 1PH, 
PHASE Y, 
7,200.0 KV

REGULATO
R

2894900 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261541 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894900 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2261542 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894900 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709152 STATION 
OAK 
GROVE 
RET, 
4413, 
44.0 KV

42763411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

M-100 Sub 163 
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2441932 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891563 CAPACITO
R BANK 
1A, 0.6 KV, 
2,700.0 
KVAR

2709201 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
15, 4466, 
44.0 KV

42764107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 010 ON

20686707 1209, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2893489 REGULATO
R BANK 
1209, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2261030 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893489 REGULATO
R BANK 
1209, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R02

2261037 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893489 REGULATO
R BANK 
1209, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2261038 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893488 REGULATO
R BANK 
1212, 
UNITS - 0, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2261039 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893488 REGULATO
R BANK 
1212, 
UNITS - 0, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2261040 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893488 REGULATO
R BANK 
1212, 
UNITS - 0, 
6.900 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

M-100 Sub 163 
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2273205 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900440 BREAKER 
SHELLER-
GLOBE 
T&D, 24.0 
KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33

2277451 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904258 BREAKER 
1209, 
12.47 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2277452 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904259 BREAKER 
1212, 
12.47 KV

2708243 STATION 
PARKWA
Y SS, 
4479, 
100.0 KV

42764562 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

20030000 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2857697 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

20664299 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907046 BREAKER 
1209, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39

20664675 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900603 BREAKER 
1211, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33
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20664676 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900859 BREAKER 
1212, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

20664677 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902668 BREAKER 
12AX, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44

20664678 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903204 BREAKER 
1205, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2215493 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893282 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF

2215494 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893281 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 OFF

2255085 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2857696 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04
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2274825 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901811 BREAKER 
1208, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2276353 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903255 BREAKER 
100KV HT, 
100.0 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2277298 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904114 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2277299 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904115 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47

2277353 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904164 BREAKER 
1206, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70

2279484 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906127 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709154 STATION 
PATTERS
ON 
SPRINGS 
RET, 
1315, 
100.0 KV

42763141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25

2258308 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01
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2258311 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893723 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258407 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258437 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893723 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258447 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893724 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261179 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893723 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2273120 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900358 BREAKER 
BK 5 100KV 
HT RED, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 163 0

2273861 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901070 BREAKER 
BK 5 100KV 
HT YEL, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0
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2273961 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901159 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0

2273962 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901160 BREAKER 
1203, 
12.47 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 252 0 0 0

2273963 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901161 BREAKER 
1204, 
12.47 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 242 0 0 0

2278632 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905326 BREAKER 
ALLEN BL, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2278633 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905327 BREAKER 
BEAR WH, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2278634 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905328 BREAKER 
ALLEN WH, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2278635 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905329 BREAKER 
BEAR BL, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0
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2278636 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905330 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2278637 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905331 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2278638 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905332 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2278639 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905333 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2278669 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905361 BREAKER 
GARDNER 
WH, 100.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 399 0

2278670 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905362 BREAKER 
GARDNER 
BL, 100.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 363 0

2278671 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905363 BREAKER 
CROWDER 
BL, 100.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 528 0
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2278672 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905364 BREAKER 
CROWDER 
WH, 100.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 262 0

2279927 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906534 BREAKER 
PCB 13, 
230.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2279933 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906539 BREAKER 
GASTONIA 
NO 2, 44.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 708 0

2280151 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906734 BREAKER 
PCB 14, 
230.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2280154 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906736 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 532

2280281 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906854 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 518 0

2280391 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906955 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 446 0
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2280482 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907039 BREAKER 
C&NW, 
44.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2280557 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907104 BREAKER 
LORAY, 
44.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 627 0

2280887 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907412 BREAKER 
BESSEMER, 
44.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 722 0

2280944 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907464 BREAKER 
GASTONIA 
NO 1, 44.0 
KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 521 0

2426431 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905023 BREAKER 
PCB 24, 
230.0 KV

2709298 STATION 
PEACOC
K TIE, 
1618, 
230.0 KV

42761860 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 0

2280026 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906623 BREAKER 
FIBER IND 
TAP LINE, 
100.0 KV

2709159 STATION 
PERFOR
MANCE 
FIBERS 
100KV 
TAP, 
1289, 
100.0 KV

42761787 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0
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2213981 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892739 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2709155 STATION 
PERFOR
MANCE 
FIBERS 
INC 
SHELBY, 
1290, 
100.0 KV

42763111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214004 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892742 CAPACITO
R BANK 1B, 
13.0 KV, 
3,600.0 
KVAR

2709155 STATION 
PERFOR
MANCE 
FIBERS 
INC 
SHELBY, 
1290, 
100.0 KV

42763111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214005 1C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892743 CAPACITO
R BANK 1C, 
13.0 KV, 
3,600.0 
KVAR

2709155 STATION 
PERFOR
MANCE 
FIBERS 
INC 
SHELBY, 
1290, 
100.0 KV

42763111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2277324 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904138 BREAKER 
CBK 
1D&1E 
BRK, 13.2 
KV

2709155 STATION 
PERFOR
MANCE 
FIBERS 
INC 
SHELBY, 
1290, 
100.0 KV

42763111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2277498 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904304 BREAKER 
CBK 
1A&1B&1C 
BRK, 13.0 
KV

2709155 STATION 
PERFOR
MANCE 
FIBERS 
INC 
SHELBY, 
1290, 
100.0 KV

42763111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2215315 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892724 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708916 STATION 
PHARR 
YARNS 
CLOVER 
DIV PL 
6&7, 
4508, 
44.0 KV

42763405 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2368794 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892725 CAPACITO
R BANK 1B, 
0.6 KV, 
1,500.0 
KVAR

2708916 STATION 
PHARR 
YARNS 
CLOVER 
DIV PL 
6&7, 
4508, 
44.0 KV

42763405 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2448590 2,400.0 
KVAR

CAPACITO
R

2892944 CAPACITO
R BANK 
1A, 0.6 KV, 
2,400.0 
KVAR

2708810 STATION 
PHARR 
YARNS 
PL 4 & 5, 
4511, 
44.0 KV

42764640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 ON

2214536 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892948 CAPACITO
R BANK 
1A, 0.46 
KV, 1,800.0 
KVAR

2708287 STATION 
PHARR 
YARNS 
PL 9 & 
23, 4866, 
44.0 KV

42762506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2396233 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892736 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2708250 STATION 
PLANTAT
ION PIPE 
LOWELL 
PUMP, 
4551, 
44.0 KV

42762158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 011 OFF

20461600 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41978255 BREAKER 
1208, 
15.500 KV

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 140 146 173

20461603 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41978269 BREAKER 
1207, 
15.500 KV

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 336 344 336

20461604 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

41978273 BREAKER 
BK 3 LT, 
15.500 KV

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 365 451 453 492
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20461606 1208, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978274 REGULATO
R BANK 
1208

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R09

20461609 1208, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978274 REGULATO
R BANK 
1208

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

20461610 1208, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978274 REGULATO
R BANK 
1208

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

20461611 1207, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978278 REGULATO
R BANK 
1207

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R10

20461612 1207, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978278 REGULATO
R BANK 
1207

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R09

20461613 1207, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41978278 REGULATO
R BANK 
1207

3061135 STATION 
PLATO 
LEE RET, 
2718, 
100.000 
KV

42761838 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R10

2214322 2C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892328 CAPACITO
R BANK 2C, 
12.47 KV, 
3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2214588 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892326 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214589 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892327 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214919 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892325 CAPACITO
R BANK 1C, 
12.47 KV, 
3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214922 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892323 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215038 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892324 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2274487 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901662 BREAKER 
CBK 
1A&1B&1C 
BRK, 12.47 
KV

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 161 00 0 0

2277822 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904596 BREAKER 
CBK 
2A&2B&2C 
BRK, 12.47 
KV

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 711 0 0 0

M-100 Sub 163 
PSDR2-2



2279746 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906366 BREAKER 
PPG BL, 
100.0 KV

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2279756 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906376 BREAKER 
PPG WH, 
100.0 KV

2709160 STATION 
PPG IND 
FIBER 
GLASS 
SHELBY, 
1233, 
100.0 KV

42763959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 163 0

2259246 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893873 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259312 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893873 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259317 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893872 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259321 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893872 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259339 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893872 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

M-100 Sub 163 
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2260092 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893873 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2274220 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901410 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 284 380 334

2274770 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901927 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2274820 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901976 BREAKER 
1208, 
12.47 KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 175 257 232

2274821 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901977 BREAKER 
1205, 
12.47 KV

2709003 STATION 
RED 
RAIDER 
RET, 
2615, 
100.000 
KV

42763442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 117 124 108

2280347 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906912 BREAKER 
RELIANCE 
ELEC 
SHELBY PL 
TAP, 100.0 
KV

2710795 STATION 
RELIANC
E TAP, 
1602, 
100.0 KV

42761670 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0
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20153731 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2900842 BREAKER 
PCB 21, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

20153732 BREAKER 
GAS, 
Unknown 
PH, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2900844 BREAKER 
PCB 22, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2273616 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900836 BREAKER 
PCB 15, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2279726 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906347 BREAKER 
PCB 12, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2279860 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906472 BREAKER 
PCB 11, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2280278 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906851 BREAKER 
PCB 14, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

M-100 Sub 163 
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2280389 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906953 BREAKER 
PCB 13, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2849648 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900839 BREAKER 
PCB 5, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2849649 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906490 BREAKER 
PCB 4, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2849650 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

3026364 BREAKER 
PCB 6, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2849651 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900843 BREAKER 
PCB 2, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2849652 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900845 BREAKER 
PCB 1, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2849653 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900841 BREAKER 
PCB 3, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0
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2849654 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

3026365 BREAKER 
PCB 26, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2849655 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900840 BREAKER 
PCB 23, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2849656 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900838 BREAKER 
PCB 24, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2849659 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900837 BREAKER 
PCB 25, 
230.0 KV

2711091 STATION 
RIPP SW 
STA, 
1605, 
230.0 KV

42764585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2254988 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860301 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2254995 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860302 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2275654 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902590 BREAKER 
2409, 24.0 
KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0 0
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2276907 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903768 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2278924 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905602 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2278936 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905613 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

2279037 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905710 BREAKER 
24AX, 24.0 
KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0 0 0

2279039 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905712 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0

2280300 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
12 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906868 BREAKER 
2413, 24.0 
KV

2708915 STATION 
RIVER 
HILLS 
RET, 
1649, 
100.0 KV

42765135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 0 0 0

2213874 1A CAPACITO
R

2893169 CAPACITO
R BANK 
1A, 0.0 KV, 
2,100.0 
KVAR

2709137 STATION 
ROCKW
OOD 
LITHIUM 
INC, 
3519, 
44.0 KV

42764057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2276879 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903741 BREAKER 
100KV HT, 
100.0 KV

2711075 STATION 
RUTHER
FORD 
EMC DEL 
20, 1695, 
100.0 KV

42762108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 0

2214518 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893043 CAPACITO
R BANK 01, 
0.0 KV, 
4,800.0 
KVAR

2708267 STATION 
RUTHER
FORD 
EMC DEL 
5, 4674, 
44.0 KV

42765085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1503 ON

20854225 REGULATO
R 1PH, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894865 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

20854226 REGULATO
R 1PH, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894865 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2214036 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892517 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2256086 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894866 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2257794 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894864 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02
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2259863 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894864 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259864 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894864 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2280565 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907112 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2280967 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907481 BREAKER 
1202, 
12.47 KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0 0

2281002 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907514 BREAKER 
1203, 
12.47 KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 0 0 0

2430312 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903319 BREAKER 
1201, 
12.47 KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2841930 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894865 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708826 STATION 
S 
GASTONI
A RET, 
4688, 
44.000 
KV

42763483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02
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2214897 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892473 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708277 STATION 
S SHELBY 
SS, 4772, 
44.0 KV

42764437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 579 OFF

2255670 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894735 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708277 STATION 
S SHELBY 
SS, 4772, 
44.0 KV

42764437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2276139 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903057 BREAKER 
1201, 
12.47 KV

2708277 STATION 
S SHELBY 
SS, 4772, 
44.0 KV

42764437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 0 129 77 76

2276140 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903058 BREAKER 
SHELBY 
CITY DEL 9, 
12.47 KV

2708277 STATION 
S SHELBY 
SS, 4772, 
44.0 KV

42764437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 477 535 521

2277797 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904575 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708277 STATION 
S SHELBY 
SS, 4772, 
44.0 KV

42764437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2569 0 0 0

20174777 LTC TYPE 
UNKNOW
N, 44.000 
KV, U, 1.5 
AMPS

LTC 2861105 TRANSFOR
MER 
1B,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20343464 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41650892 REGULATO
R BANK 
12AX, 
13.000 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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20343465 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41650892 REGULATO
R BANK 
12AX, 
13.000 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20343466 12AX, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41650892 REGULATO
R BANK 
12AX, 
13.000 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256884 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894775 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2275111 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41650909 BREAKER 
1203, 
12.470 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2275452 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902488 BREAKER 
1201, 
12.47 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0 0 0

2873438 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902469 BREAKER 
YORK E C 
DEL 8, 
12.47 KV

2710813 STATION 
SHARON 
GROVE 
SS, 4721, 
44.0 KV

42764374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2257289 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894742 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708832 STATION 
SHELBY 
MN, 
4733, 
44.0 KV

42764889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral
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2257753 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894742 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708832 STATION 
SHELBY 
MN, 
4733, 
44.0 KV

42764889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2261296 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894742 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708832 STATION 
SHELBY 
MN, 
4733, 
44.0 KV

42764889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2277404 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904211 BREAKER 
LILY, 4.16 
KV

2708832 STATION 
SHELBY 
MN, 
4733, 
44.0 KV

42764889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 77 84 79

20594037 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903842 BREAKER 
DAIRYHILL 
WH, 100.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

20594066 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903843 BREAKER 
DAIRYHILL 
BL, 100.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 1

20726629 BREAKER 
GAS, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902794 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0
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20726630 BREAKER 
GAS, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905093 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 1

2273681 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900898 BREAKER 
RIPP WH, 
230.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 167 0

2273682 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900899 BREAKER 
RIPP BL, 
230.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 209 0

2273783 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900996 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141 0

2274306 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901491 BREAKER 
CORD BL, 
230.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 0

2274307 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901492 BREAKER 
CORD WH, 
230.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0
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2274719 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901883 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2275840 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902769 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2275864 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902793 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2276803 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903672 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 468 0

2277267 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904089 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0

2277268 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904090 BREAKER 
SHELBY NO 
1, 44.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2277269 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904091 BREAKER 
SHELBY NO 
2, 44.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 175 0
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2277270 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904092 BREAKER 
EASTSIDE 
NO 2, 44.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 0

2277271 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904093 BREAKER 
EASTSIDE 
NO 1, 44.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 275 0

2278385 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905091 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 624 0

2278386 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905092 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 708 1

2278602 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905296 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 0

2279818 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906431 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 565 0

2386950 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903933 BREAKER 
BLACKSBU
RG BL, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 1
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2413707 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903839 BREAKER 
BLACKSBU
RG WH, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2438620 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906692 BREAKER 
EARL BL, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 1

2438623 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906427 BREAKER 
EARL WH, 
100.0 KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2441312 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906448 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255 0

2441314 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905021 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2711070 STATION 
SHELBY 
TIE, 
1171, 
230.0 KV

42761992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 231 0

2277951 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
300.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2904721 BREAKER 
UNIT 1 
BRK, 2.4 
KV

2707972 STATION 
SPENCER 
MTN 
HYDRO 
STA, 
1256, 
44.0 KV

42765259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0
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2276402 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903300 BREAKER 
44KV HT, 
44.0 KV

2708289 STATION 
STOWE 
RL 
HELMS 
PL, 4870, 
44.0 KV

42762205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0 0

2213922 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891430 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709209 STATION 
TIMKEN 
CO 
LINCOLN
TON PL 
12, 4933, 
100.0 KV

42764409 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 OFF

2280631 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907168 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709209 STATION 
TIMKEN 
CO 
LINCOLN
TON PL 
12, 4933, 
100.0 KV

42764409 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 276 0 0 0

2214824 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891909 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2709161 STATION 
TRANSC
O GAS 
PIPE 
LINE, 
1241, 
100.0 KV

42764906 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 OFF

2214920 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891909 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2709161 STATION 
TRANSC
O GAS 
PIPE 
LINE, 
1241, 
100.0 KV

42764906 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 OFF

2214923 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891909 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2709161 STATION 
TRANSC
O GAS 
PIPE 
LINE, 
1241, 
100.0 KV

42764906 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 OFF

M-100 Sub 163 
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2275483 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905081 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2709161 STATION 
TRANSC
O GAS 
PIPE 
LINE, 
1241, 
100.0 KV

42764906 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2276819 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903686 BREAKER 
TRANSCO 
TAP, 100.0 
KV

2709162 STATION 
TRANSC
O TAP, 
1240, 
100.0 KV

42761675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2214866 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892223 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2710119 STATION 
TUSCAR
ORA 
YARNS 
INC 
CLOVER, 
3410, 
44.0 KV

42763284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 883 OFF

20023853 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892335 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2709163 STATION 
ULTRA 
MACHIN
E & FAB 
INC, 
4038, 
44.0 KV

42762274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 ON

2257498 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893499 REGULATO
R 1208, 
PHASE 3, 
6.900 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2260821 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893499 REGULATO
R 1208, 
PHASE 3, 
6.900 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2260822 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893499 REGULATO
R 1208, 
PHASE 3, 
6.900 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

M-100 Sub 163 
PSDR2-2



2260951 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893498 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2261093 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893498 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261193 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894857 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2261211 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894857 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2261212 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894857 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261213 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261214 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06
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2261215 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261462 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893498 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2273014 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900256 BREAKER 
1207, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2273015 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900257 BREAKER 
1208, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0

2275898 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902826 BREAKER 
1204, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0 0

2275899 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902827 BREAKER 
12AX, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0 0

2275906 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902834 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0 0
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2275907 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902835 BREAKER 
1203, 
12.47 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 0 0 0

2279367 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906017 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2711061 STATION 
W 
GASTONI
A RET, 
1615, 
100.0 KV

42763133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0 0 0

2273790 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  10 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2901002 BREAKER 
1201, 
12.47 KV

2708321 STATION 
WACO 
RET, 
5040, 
44.0 KV

42763750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 792 0 195 193 199

2428915 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894777 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708321 STATION 
WACO 
RET, 
5040, 
44.0 KV

42763750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2428917 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894777 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708321 STATION 
WACO 
RET, 
5040, 
44.0 KV

42763750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2428923 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894777 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708321 STATION 
WACO 
RET, 
5040, 
44.0 KV

42763750 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

20444257 CAP 1A CAPACITO
R

2892994 CAPACITO
R BANK 
1A, 0.46 
KV, 2,100.0 
KVAR

2708676 STATION 
WIX 
FILTRATI
ON 
CORP 
ALLEN 
PL, 5106, 
44.0 KV

42762964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 ON
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20444263 CAP 1B CAPACITO
R

2893162 CAPACITO
R BANK 1B, 
0.46 KV, 
2,100.0 
KVAR

2708676 STATION 
WIX 
FILTRATI
ON 
CORP 
ALLEN 
PL, 5106, 
44.0 KV

42762964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 OFF

2442004 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060503 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708332 STATION 
YORK E C 
DEL 14, 
5134, 
44.0 KV

42763170 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

2449603 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891914 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708332 STATION 
YORK E C 
DEL 14, 
5134, 
44.0 KV

42763170 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS20 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 OFF

2215760 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892319 CAPACITO
R BANK 
1A, 0.46 
KV, 2,100.0 
KVAR

2708113 STATION 
ALCOA 
BLDG 
PRODUC
TS 
GAFFNEY 
PL, 3339, 
44.0 KV

42763581 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 956 OFF

2215805 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893336 CAPACITO
R BANK 1B, 
0.46 KV, 
2,100.0 
KVAR

2708113 STATION 
ALCOA 
BLDG 
PRODUC
TS 
GAFFNEY 
PL, 3339, 
44.0 KV

42763581 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1015 OFF

2413471 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054157 BREAKER 
100KV HT, 
100.0 KV

3033898 STATION 
AMERIC
AN ZINC 
PRODUC
TS, 2692, 
100.000 
KV

42763969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0180 0

2420276 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054156 BREAKER 
BK 1 12.5 
LT, 12.47 
KV

3033898 STATION 
AMERIC
AN ZINC 
PRODUC
TS, 2692, 
100.000 
KV

42763969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0050 496 491 485
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20294678 BREAKER 
VAC, XYZ 
PH, 12.500 
KV, 3,000.0 
AMPS

CIRCUIT 
BREAKER

41498579 BREAKER 
BK 4 
12.5KV LT, 
12.470 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0073 1711 1705 1677

20294679 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  123 
KV,  2000 
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

41498581 BREAKER 
CLINCHFIE
LD WH 
SOUTH, 
100.000 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0054 0

20294680 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  123 
KV,  2000 
AMPS,  KA, 
4 CYCLES

CIRCUIT 
BREAKER

41498583 BREAKER 
CLINCHFIE
LD WH 
NORTH, 
100.000 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0052 0

20294681 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  123 
KV,  2000 
AMPS,  KA, 
5 CYCLES

CIRCUIT 
BREAKER

41498584 BREAKER 
100KV BUS 
JCT, 
100.000 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0056 0

20318424 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 41498575 TRANSFOR
MER 04, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2369826 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026328 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0073 762 765 748

2369827 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026329 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0049 773 768 756

M-100 Sub 163 
PSDR2-2



2369829 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026332 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0069 0 0 0

2393670 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 3026342 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L04

2393671 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 3026345 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

2420097 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046619 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0049 0 0 0

2420098 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046656 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0061 0 0 0

2420099 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046657 BREAKER 
BUS 3&4 
12.5KV TIE, 
12.47 KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0052 0 0 0

2420308 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 3046677 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

3015687 STATION 
ANDALE 
INC, 
2073, 
100.0 KV

42762637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L04
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20890209 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907256 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 38 0 0 0 0

20890225 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902648 BREAKER 
1209, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 23 0 525 534 527

20890227 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902641 BREAKER 
1206, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0 213 175 212

20890229 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907254 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0 787 775 796

20890230 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906126 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 50 0 0 0 0

20890232 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906125 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0 662 701 667

20890233 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904693 BREAKER 
1210, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 31 0 307 313 315
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20890236 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902123 BREAKER 
1202, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 66 0 119 122 121

20890241 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905719 BREAKER 
1201, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0 180 171 169

20890385 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902570 BREAKER 
100KV HT, 
100.0 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 31 0 356 349 348

20890397 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904897 BREAKER 
12AX, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 47 0 0 0 0

20890398 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904669 BREAKER 
1203, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 70 0 165 172 185

20890399 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904692 BREAKER 
1204, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0 283 322 270

20890400 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902646 BREAKER 
1205, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0 276 269 280
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20890401 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904631 BREAKER 
1207, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 0 287 253 226

20890402 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902798 BREAKER 
1208, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 0 122 145 152

20890403 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907258 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 0 776 791 783

2215537 3C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893299 CAPACITO
R BANK 3C, 
12.47 KV, 
5,400.0 
KVAR

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 453 OFF

2215634 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893297 CAPACITO
R BANK 
3A, 12.47 
KV, 1,500.0 
KVAR

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 499 OFF

2215839 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893298 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 962 OFF

2255238 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858396 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R05
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2255316 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858398 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2255320 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858397 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2273989 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901187 BREAKER 
CBK 3 BRK, 
12.47 KV

2708647 STATION 
ASHEVIL
LE HWY 
RET, 
1477, 
100.000 
KV

42762959 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 75 0 0 0

2261316 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894704 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 Neutral

2261317 1202,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894704 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L02

2261487 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894704 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

2261559 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894706 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R16
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2278729 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905420 BREAKER 
1203, 
12.47 KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1158 176 173 165

2280379 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906986 BREAKER 
1201, 
12.47 KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1879 1 163 173 157

2280427 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906943 BREAKER 
1202, 
12.47 KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1611 1 115 116 138

2416338 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894705 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2416340 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894705 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L02

2420373 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894705 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L03

2448209 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894706 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral
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2448214 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894706 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708648 STATION 
AVONDA
LE RET, 
1720, 
44.0 KV

42762150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

20392090 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894424 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

20392091 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894424 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

20392092 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894424 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R08

2256079 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894430 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2256092 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894423 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

2258425 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893903 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2260954 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893903 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R05
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2277254 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904076 BREAKER 
1202, 
12.47 KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 44 0 378 382 368

2277266 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904088 BREAKER 
1203, 
12.47 KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 13 0 164 132 137

2278927 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905605 BREAKER 
1201, 
12.47 KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 20 300 274 312

2279187 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905850 BREAKER 
1204, 
12.47 KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 113 99 126

2838757 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893903 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708649 STATION 
BALSAM 
RET, 
3092, 
44.0 KV

42764368 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

2214318 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892439 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1942 OFF

2256078 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894467 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R05
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2261301 0401,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894466 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R05

2277655 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904445 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1942 0 0 0

2277964 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904733 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 79 0

2278726 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905417 BREAKER 
0401, 4.16 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 1.6 2.1 2.3

2278727 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905418 BREAKER 
0402, 4.16 
KV

2708650 STATION 
BEECH 
ST RET, 
3108, 
44.0 KV

42762613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 1.4 1.9 1.7

2255664 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894431 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R02

2262036 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R05
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2262037 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R03

2262038 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R09

2273264 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900499 BREAKER 
1201, 
12.47 KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 179 195 195

2276156 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903074 BREAKER 
1202, 
12.47 KV

2708652 STATION 
BIG 
WILLOW 
RET, 
1724, 
100.0 KV

42763698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 99 1 84 92 85

2214311 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892631 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2255679 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894749 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R05

2258645 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893645 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L01
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2260352 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893645 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2273807 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901019 BREAKER 
1204, 
12.47 KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 03 85 61 87

2277653 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904443 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0

2279081 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905750 BREAKER 
1201, 
12.47 KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 82 0 125 93 125

2279092 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905760 BREAKER 
1203, 
12.47 KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 41 0 215 179 149

2453736 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893645 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708653 STATION 
BLACKSB
URG 
RET, 
3146, 
44.0 KV

42763520 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 Neutral

2276529 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903415 BREAKER 
GASTON 
SHOALS, 
44.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 0
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2276531 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903417 BREAKER 
SULPHUR, 
44.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 20 0

2276539 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903425 BREAKER 
KINGS 
MOUNTAI
N, 44.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 3

2276540 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903426 BREAKER 
GINN, 44.0 
KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 09 2

2276642 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903521 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 0

2276644 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903523 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 0

2276896 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903757 BREAKER 
100KV HT, 
100.0 KV

2710077 STATION 
BLACKSB
URG TIE, 
1537, 
100.0 KV

42762420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0

20805704 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42625377 BREAKER 
1207, 
13.000 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 0 63 50 59
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20805731 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42625378 BREAKER 
1208, 
13.000 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0 181 226 165

20805732 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42625379 BREAKER 
BUS 1&2 
TIE, 12.470 
KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 55 0 0 0 0

20805735 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42625380 BREAKER 
BK 2 12.5 
KV LT, 
12.470 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 58 0 237 269 219

20805748 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42625381 BREAKER 
12AX, 
13.000 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 23 0 0 0 0

20806371 1203, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626303 REGULATO
R BANK 
1203

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R03

20806372 1203, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626303 REGULATO
R BANK 
1203

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

20806374 1203, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626303 REGULATO
R BANK 
1203

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

20806376 1201, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626304 REGULATO
R BANK 
1201

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral
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20806385 1201, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626304 REGULATO
R BANK 
1201

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

20806386 1201, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626304 REGULATO
R BANK 
1201

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L03

20806389 12AX, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626305 REGULATO
R BANK 
12AX

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20806390 12AX, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626305 REGULATO
R BANK 
12AX

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20806391 12AX, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626305 REGULATO
R BANK 
12AX

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20806430 1207, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626306 REGULATO
R BANK 
1207

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R04

20806431 1207, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626306 REGULATO
R BANK 
1207

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 L06

20806432 1207, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626306 REGULATO
R BANK 
1207

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L04

20806435 1208, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626307 REGULATO
R BANK 
1208

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L02
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20806436 1208, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626307 REGULATO
R BANK 
1208

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L03

20806437 1208, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626307 REGULATO
R BANK 
1208

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L03

20806439 1204, 
REGULATO
R 1PH, 
PHASE A

BUSHING 42626308 REGULATO
R BANK 
1204

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

20806440 1204, 
REGULATO
R 1PH, 
PHASE B

BUSHING 42626308 REGULATO
R BANK 
1204

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L03

20806441 1204, 
REGULATO
R 1PH, 
PHASE C

BUSHING 42626308 REGULATO
R BANK 
1204

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L01

2369252 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026625 BREAKER 
1201, 13.0 
KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 189 188 214

2369253 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026631 BREAKER 
1203, 13.0 
KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 57 297 258 323

2369255 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42625362 BREAKER 
1204, 
13.000 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 27 156 175 145
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2372144 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026622 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711050 STATION 
BLANTYR
E RET, 
2650, 
100.000 
KV

42761984 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 15 630 612 671

2255880 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894140 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R04

2258749 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894151 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R06

2259609 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894149 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R07

2260522 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894151 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R04

2261105 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894151 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R06

2261257 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894153 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R05
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2261631 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894149 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R03

2261731 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894149 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R07

2261870 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894161 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R03

2261871 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894161 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R06

2261976 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894161 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R06

2272842 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900094 BREAKER 
BREVARD, 
44.0 KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 91 0

2273687 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900904 BREAKER 
0403, 4.16 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 04 0 132 119 162
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2274005 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901203 BREAKER 
1201, 
12.47 KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0 370 200 311

2276218 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903135 BREAKER 
1202, 
12.47 KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 49 0 219 220 215

2277602 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904394 BREAKER 
0402, 4.16 
KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 0 193 159 186

2280031 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906625 BREAKER 
1203, 
12.47 KV

2710142 STATION 
BREVAR
D RET, 
1028, 
69.0 KV

42762629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 08 0 284 281 312

2276288 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903201 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710741 STATION 
BROAD 
RIVER E 
C DEL 
14, 1776, 
100.0 KV

42762294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 91 0

2279851 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906463 BREAKER 
BROAD 
RIVER E C 
DEL 2, 44.0 
KV

2708038 STATION 
BROAD 
RIVER E 
C DEL 2, 
1675, 
44.0 KV

42762243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 0

2213966 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892103 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 57 OFF
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2213967 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892264 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 31 OFF

2257553 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894564 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R04

2257733 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894564 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R03

2257966 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894565 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2257967 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894565 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2258468 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894565 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L02

2275795 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902727 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 33 0
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2276286 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903199 BREAKER 
1201, 
12.47 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 76 0 308 275 262

2276438 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903330 BREAKER 
BK 2&3&4 
100KV HT, 
100.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 78 0

2276444 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903336 BREAKER 
HOG BACK 
BL, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 0

2276459 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903350 BREAKER 
HOG BACK 
WH, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 90 2

2276468 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903357 BREAKER 
HARLEY BL, 
100.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 83 0

2276474 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903363 BREAKER 
CLIFFSIDE 
BL, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 89 0

2276479 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903368 BREAKER 
HARLEY 
WH, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 85 0
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2276484 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903373 BREAKER 
CLIFFSIDE 
WH, 100.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 18 0

2276583 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903467 BREAKER 
SHORT, 
44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 02 0

2279546 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906186 BREAKER 
CAMPOBEL
LO A, 44.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 01 0

2279547 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906187 BREAKER 
CAMPOBEL
LO B, 44.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0

2279731 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906352 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 0

2279744 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906364 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 46 0

2279757 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906377 BREAKER 
FINGERVIL
LE, 44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 65 0
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2279758 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906378 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 56 0

2280057 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906648 BREAKER 
TUXEDO B, 
44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 16 0

2280327 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906892 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0

2280424 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906983 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 35 0

2280442 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907000 BREAKER 
TUXEDO A, 
44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 16 0

2280658 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907194 BREAKER 
1202, 
12.47 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 05 53 76 40

2394815 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906655 BREAKER 
TURNER A, 
44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 76 0
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2394816 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906656 BREAKER 
TURNER B, 
44.0 KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 72 0

2872969 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894564 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708656 STATION 
CAMPOB
ELLO TIE, 
1130, 
100.0 KV

42762223 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

2278888 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905567 BREAKER 
BEAVER 
WH N, 
100.0 KV

2708062 STATION 
CHEROK
EE 
COUNTY 
COGEN 
FACILITY, 
1792, 
100.000 
KV

42762423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 0

2278889 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905568 BREAKER 
BEAVER 
WH S, 
100.0 KV

2708062 STATION 
CHEROK
EE 
COUNTY 
COGEN 
FACILITY, 
1792, 
100.000 
KV

42762423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0

2215031 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891733 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1327 OFF

2257497 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894689 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L05
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2257566 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894689 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L06

2257848 1202,REGU
LATOR 
3PH, 13.2 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894690 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L04

2260935 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894689 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L02

2261254 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894692 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 L01

2261255 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894692 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R01

2261256 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894692 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L01

2277221 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904045 BREAKER 
1202, 
12.47 KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1764 1 275 267 246
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2277276 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904096 BREAKER 
1203, 
12.47 KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2176 0 187 246 208

2277668 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904458 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2257

2279018 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905693 BREAKER 
1201, 
12.47 KV

2709006 STATION 
CHESNEE 
RET, 
3375, 
100.0 KV

42762144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0993 275 240 239

2214463 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891731 CAPACITO
R BANK 01, 
44.0 KV, 
6,000.0 
KVAR

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1458 ON

2277012 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903868 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0844 0

2278786 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906588 BREAKER 
REEVES 
BROS TAP, 
100.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0402 0

2279871 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906482 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0825 0
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2279922 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906529 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0905 0

2279940 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906545 BREAKER 
FINGERVIL
LE, 44.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1085 0

2280062 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906653 BREAKER 
CBK 1 BRK, 
44.0 KV

2711083 STATION 
CHESNEE 
TIE, 
1065, 
121.0 KV

42762316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0402 0

20391243 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894662 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709301 STATION 
CLEGHO
RN SS, 
3396, 
44.0 KV

42764330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R06

2261031 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894662 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709301 STATION 
CLEGHO
RN SS, 
3396, 
44.0 KV

42764330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R05

2275682 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902618 BREAKER 
1201, 
12.47 KV

2709301 STATION 
CLEGHO
RN SS, 
3396, 
44.0 KV

42764330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 0 106 106 108

2275745 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902679 BREAKER 
1203, 
12.47 KV

2709301 STATION 
CLEGHO
RN SS, 
3396, 
44.0 KV

42764330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 03 0 251 261 272
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2455022 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894662 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709301 STATION 
CLEGHO
RN SS, 
3396, 
44.0 KV

42764330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05

20024499 13-
1,REGULAT
OR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

20024501 13-
1,REGULAT
OR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

20024502 13-
1,REGULAT
OR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2273035 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2900274 BREAKER 
1301, 13.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0209 29 31 29

2275312 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902384 BREAKER 
ROBB WH, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0132 0
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2275512 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905139 BREAKER 
DAIRYHILL 
WH, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0073 0

2276831 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903694 BREAKER 
VILLAGE, 
44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0

2276832 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903695 BREAKER 
ELLENBOR
O, 44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1714 0

2276833 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903696 BREAKER 
BROAD 
RIVER, 44.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0

2278420 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
52.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905123 BREAKER 
CIRCLE 
WH, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0771 0
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2278435 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
52.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905137 BREAKER 
CIRCLE BL, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0806 0

2278565 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905261 BREAKER 
BK AUX6 
44KV HT, 
44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0438 0

2279828 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906441 BREAKER 
100KV BUS 
JCT - PCB 
7, 100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0295 0

2280113 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906700 BREAKER 
ROBB BL, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0513 0

2373395 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3034248 BREAKER 
1302, 13.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0075 1 1 1
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2431053 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905102 BREAKER 
DAIRYHILL 
BL, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

42761747 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0122 0

20024499 13-
1,REGULAT
OR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 NA NA

20024501 13-
1,REGULAT
OR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 NA NA

20024502 13-
1,REGULAT
OR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893857 REGULATO
R 
1301,PHAS
E 0.0, 6.9 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 NA NA

2273035 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2900274 BREAKER 
1301, 13.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0209 40 40 37
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2275312 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902384 BREAKER 
ROBB WH, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0132 0

2275512 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905139 BREAKER 
DAIRYHILL 
WH, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0073 0

2276831 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903694 BREAKER 
VILLAGE, 
44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 51 0

2276832 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903695 BREAKER 
ELLENBOR
O, 44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1714 0

2276833 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903696 BREAKER 
BROAD 
RIVER, 44.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 45 0
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2278420 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
52.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905123 BREAKER 
CIRCLE 
WH, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0771 0

2278435 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
52.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905137 BREAKER 
CIRCLE BL, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0806 0

2278565 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905261 BREAKER 
BK AUX6 
44KV HT, 
44.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0438 0

2279828 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906441 BREAKER 
100KV BUS 
JCT - PCB 
7, 100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0295 0

2280113 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906700 BREAKER 
ROBB BL, 
100.0 KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0514 1
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2373395 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3034248 BREAKER 
1302, 13.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0075 1 1 1

2431053 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905102 BREAKER 
DAIRYHILL 
BL, 100.0 
KV

2710083 STATION 
CLIFFSID
E STEAM 
STA 1-4 
SW YD, 
1214, 
230.0 KV

43130853 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
1-4 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0122 0

2273784 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2900997 BREAKER 
PCB 21, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 0

2274301 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901487 BREAKER 
PCB 20, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0286 0

2275435 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905007 BREAKER 
PCB 2, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0061 0
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2275842 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902771 BREAKER 
PCB 100, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 9962 1

2275843 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902772 BREAKER 
PCB 102, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0177 0

2276835 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903698 BREAKER 
PCB 401, 
44.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0015 0

2276843 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903706 BREAKER 
PCB 402, 
44.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0393 0

2278678 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905370 BREAKER 
PCB 104, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0581 0
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2278679 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905371 BREAKER 
PCB 106, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0358 0

2278691 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905383 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0169 0

2278692 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905384 BREAKER 
CLINCHFIE
LD BL, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0109 0

2278693 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905385 BREAKER 
CLINCHFIE
LD WH, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0494 0

2278694 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905386 BREAKER 
CIRCLE BL, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0369 0
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2278697 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905388 BREAKER 
CIRCLE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0249 0

2278698 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905389 BREAKER 
CLIFFSIDE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0124 0

2278699 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905390 BREAKER 
CLIFFSIDE 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0445 0

2278700 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905391 BREAKER 
DUNCAN 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0383

2278701 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905392 BREAKER 
CHEROKEE 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0160
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2278702 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905393 BREAKER 
CHEROKEE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0145 0

2278703 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905394 BREAKER 
FAIRVIEW 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0719 0

2278704 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905395 BREAKER 
FAIRVIEW 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0370 0

2278764 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905453 BREAKER 
DUNCAN 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0395 0

2434963 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905002 BREAKER 
PCB 15, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0183 0
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2434964 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905000 BREAKER 
PCB 13, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0183 0

2434965 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905004 BREAKER 
PCB 17, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0181 0

2434966 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904998 BREAKER 
PCB 16, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0245 0

2448339 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905001 BREAKER 
PCB 18, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0157 0

2448340 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905003 BREAKER 
PCB 14, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0189 0
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2448341 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905005 BREAKER 
PCB 1, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0127 0

2463745 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905048 BREAKER 
PCB 24, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0126 0

2463746 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905025 BREAKER 
PCB 3, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0128 0

2463747 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904972 BREAKER 
PCB 23, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

42761845 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0116 0

2273784 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2900997 BREAKER 
PCB 21, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 97 0
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2274301 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901487 BREAKER 
PCB 20, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0286 0

2275435 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905007 BREAKER 
PCB 2, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0061 0

2275842 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902771 BREAKER 
PCB 100, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 9962 0

2275843 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902772 BREAKER 
PCB 102, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0177 0

2276835 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903698 BREAKER 
PCB 401, 
44.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0015 0
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2276843 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903706 BREAKER 
PCB 402, 
44.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0393 0

2278678 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905370 BREAKER 
PCB 104, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0581 0

2278679 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905371 BREAKER 
PCB 106, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0358 0

2278691 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905383 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0169 0

2278692 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905384 BREAKER 
CLINCHFIE
LD BL, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0109 0
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2278693 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905385 BREAKER 
CLINCHFIE
LD WH, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0494 0

2278694 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905386 BREAKER 
CIRCLE BL, 
100.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0369 0

2278697 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905388 BREAKER 
CIRCLE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0249 0

2278698 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905389 BREAKER 
CLIFFSIDE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0124 0

2278699 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905390 BREAKER 
CLIFFSIDE 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0445 0
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2278700 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905391 BREAKER 
DUNCAN 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0383 0

2278701 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905392 BREAKER 
CHEROKEE 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0161 1

2278702 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905393 BREAKER 
CHEROKEE 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0145 0

2278703 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905394 BREAKER 
FAIRVIEW 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0719 0

2278704 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905395 BREAKER 
FAIRVIEW 
WH, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0370 0
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2278764 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905453 BREAKER 
DUNCAN 
BL, 100.0 
KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0398 0

2434963 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905002 BREAKER 
PCB 15, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0183 0

2434964 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905000 BREAKER 
PCB 13, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0183 0

2434965 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905004 BREAKER 
PCB 17, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0181 0

2434966 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904998 BREAKER 
PCB 16, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0245 0

M-100 Sub 163 
PSDR2-2



2448339 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905001 BREAKER 
PCB 18, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0157 0

2448340 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905003 BREAKER 
PCB 14, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0189 0

2448341 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905005 BREAKER 
PCB 1, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0127 0

2463745 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905048 BREAKER 
PCB 24, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0127 1

2463746 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905025 BREAKER 
PCB 3, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0128 0
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2463747 BREAKER 
GAS, 
Unknown, 
245.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904972 BREAKER 
PCB 23, 
230.0 KV

2710082 STATION 
CLIFFSID
E STEAM 
STA 5 
SW YD, 
3403, 
230.0 KV

43130823 NORMAL 
STATION 
INSPECTIO
N - 
CLIFFSIDE 
STEAM STA 
5 SW YD

CLOSE TD-NC-SC DEC CWS21 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0116 0

2275228 BREAKER 
GAS, ABC 
PH, 500.0 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

3023103 BREAKER 
PCB 22, 
525.0 KV

2709312 STATION 
CLIFFSID
E TIE, 
2640, 
525.0 KV

42761688 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0249 0

2275229 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

3023102 BREAKER 
PCB 12, 
525.0 KV

2709312 STATION 
CLIFFSID
E TIE, 
2640, 
525.0 KV

42761688 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0240 0

2275230 BREAKER 
GAS, ABC 
PH, 500.0 
KV, 0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

3023099 BREAKER 
PCB 2, 
525.0 KV

2709312 STATION 
CLIFFSID
E TIE, 
2640, 
525.0 KV

42761688 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0224 1

20257031 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV, 7,620.0 
KVA, 100.0 
KVA

REGULATO
R

2894554 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R04

20433537 1201, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

3020194 REGULATO
R BANK 
1201, 
UNITS - 0, 
13.000000
0000 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 Neutral
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20536384 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894554 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R01

2257938 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894555 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2258631 1202,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894555 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R02

2259001 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3020194 REGULATO
R BANK 
1201, 
UNITS - 0, 
13.000000
0000 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R02

2275484 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905904 BREAKER 
1201, 
12.47 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0100 152 141 142

2279245 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

3020128 BREAKER 
1203, 
12.47 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0256 207 201 170

2279247 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905906 BREAKER 
1202, 
12.47 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0486 191 150 164
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2377952 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3020194 REGULATO
R BANK 
1201, 
UNITS - 0, 
13.000000
0000 KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2443828 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894554 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R02

2849593 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
167.0 KVA

REGULATO
R

2894555 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710153 STATION 
COLUMB
US RET, 
3435, 
44.0 KV

42763788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R03

20251981 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41350662 BREAKER 
BK 2 44KV 
LT, 44.000 
KV

2710232 STATION 
CORINTH 
RET, 
5224, 
44.000 
KV

42761678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 103 108 133

20251982 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41350661 BREAKER 
1206, 
12.500 KV

2710232 STATION 
CORINTH 
RET, 
5224, 
44.000 
KV

42761678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0 0 0

20251983 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41350660 BREAKER 
1207, 
12.500 KV

2710232 STATION 
CORINTH 
RET, 
5224, 
44.000 
KV

42761678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 46 103 108 133

2258238 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894905 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

M-100 Sub 163 
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2258735 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
250.0 KVA

REGULATO
R

2894905 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R09

2261913 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893573 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R11

2262048 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893573 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R07

2262049 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893573 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05

2273105 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900343 BREAKER 
1202, 
12.47 KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 195 142 169

2280962 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907477 BREAKER 
1201, 
12.47 KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 28 0 143 97 179

2383553 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894905 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708127 STATION 
CRAB 
CREEK 
RET, 
3487, 
44.0 KV

42762815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

M-100 Sub 163 
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20281689 1205, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41434817 REGULATO
R 1205, 
PHASE 1, 
13.000 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

20281690 1205, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41434817 REGULATO
R 1205, 
PHASE 1, 
13.000 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

20281691 1205, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41434817 REGULATO
R 1205, 
PHASE 1, 
13.000 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

20281693 BREAKER 
VAC, XYZ 
PH, 12.470 
KV, 1,200.0 
AMPS, 
20.0 KA

CIRCUIT 
BREAKER

41434834 BREAKER 
1205, 
12.470 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 27 143 93 137

2261222 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894328 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L03

2262073 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894328 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L03

2276857 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903720 BREAKER 
100KV HT, 
100.0 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 0

M-100 Sub 163 
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2277310 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904126 BREAKER 
1204, 
12.47 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 87 123 109

2277313 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904129 BREAKER 
1203, 
12.47 KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 161 161 175

2441863 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894328 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L03

2849341 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894338 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2849342 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894338 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 Neutral

2849343 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894338 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708566 STATION 
DAVIDS
ON 
RIVER 
RET, 
1129, 
100.0 KV

42763093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2214493 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891659 CAPACITO
R BANK 01, 
44.0 KV, 
19,200.0 
KVAR

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 738 ON

M-100 Sub 163 
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2215223 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891724 CAPACITO
R BANK 05, 
100.0 KV, 
57,600.0 
KVAR

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3702 OFF

2215224 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891725 CAPACITO
R BANK 06, 
100.0 KV, 
57,600.0 
KVAR

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4306 ON

2274556 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901728 BREAKER 
100KV HT, 
100.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 24 0

2274557 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901729 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 83 0

2276561 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903446 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0

2276562 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903447 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 0

2276564 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903449 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0
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2276565 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903450 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 01 0

2276601 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903485 BREAKER 
FLORENCE, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 0

2276603 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903487 BREAKER 
RUTHERFO
RDTON, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 0

2276694 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903572 BREAKER 
CBK 1 BRK, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0

2276714 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903591 BREAKER 
SPINDALE, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0

2277977 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2904745 BREAKER 
ELMORE, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 78 0

2278381 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905087 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 09 0
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2279700 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906324 BREAKER 
WEST END, 
44.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 0

2279795 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906411 BREAKER 
FAIRVIEW 
BL, 100.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 46 0

2280091 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906680 BREAKER 
FAIRVIEW 
WH, 100.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 0

2280241 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906815 BREAKER 
LOGAN 
WH, 100.0 
KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 1

2280354 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906919 BREAKER 
LOGAN BL, 
100.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 85 0

2451337 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902998 BREAKER 
CLINCHFIE
LD BL, 
100.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 61 0

2451338 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902987 BREAKER 
CLINCHFIE
LD WH, 
100.0 KV

2708571 STATION 
FAIRVIE
W TIE, 
1209, 
115.0 KV

42762472 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 56 0

M-100 Sub 163 
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20014443 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894788 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

20014444 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894788 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

20014445 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894788 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

2256995 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894778 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2258213 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894778 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2260599 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894778 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2274611 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901781 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0196 372 471 383

M-100 Sub 163 
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2275143 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902248 BREAKER 
1202, 
12.47 KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0142 211 257 208

2275200 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902300 BREAKER 
1201, 
12.47 KV

2708414 STATION 
FINGERV
ILLE RET, 
1743, 
100.0 KV

42762794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0120 191 223 192

2215168 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891730 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2710233 STATION 
FOREST 
CITY DEL 
2, 3725, 
44.0 KV

42763825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2938 OFF

2215169 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891730 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2710233 STATION 
FOREST 
CITY DEL 
2, 3725, 
44.0 KV

42763825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 7 OFF

2280630 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907167 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710233 STATION 
FOREST 
CITY DEL 
2, 3725, 
44.0 KV

42763825 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 0 0 0

2443378 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058493 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708572 STATION 
FOREST 
CITY DEL 
3, 3726, 
44.0 KV

42762304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 170 177 165

2447991 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891741 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708572 STATION 
FOREST 
CITY DEL 
3, 3726, 
44.0 KV

42762304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1414 ON

M-100 Sub 163 
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2447992 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891742 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708572 STATION 
FOREST 
CITY DEL 
3, 3726, 
44.0 KV

42762304 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 233 OFF

2215341 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892620 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2710144 STATION 
G E CO E 
FLAT 
ROCK, 
3745, 
44.0 KV

42764411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0000 OFF

2213972 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892141 CAPACITO
R BANK 
2A, 24.0 
KV, 3,600.0 
KVAR

2708574 STATION 
GAFFNEY 
CITY DEL 
1A & 1B, 
1462, 
100.0 KV

42763364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 8 OFF

2278051 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904805 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708574 STATION 
GAFFNEY 
CITY DEL 
1A & 1B, 
1462, 
100.0 KV

42763364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 0 0 0 0

2280222 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906797 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708574 STATION 
GAFFNEY 
CITY DEL 
1A & 1B, 
1462, 
100.0 KV

42763364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 67 0 0 0 0

2842129 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892140 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708574 STATION 
GAFFNEY 
CITY DEL 
1A & 1B, 
1462, 
100.0 KV

42763364 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 743 OFF

2213924 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892320 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 384 ON

M-100 Sub 163 
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2213925 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892321 CAPACITO
R BANK 02, 
44.0 KV, 
14,400.0 
KVAR

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 846 ON

2214491 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892322 CAPACITO
R BANK 03, 
44.0 KV, 
9,600.0 
KVAR

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 730 OFF

2274948 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902097 BREAKER 
BEAVER 
BL, 100.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0

2274956 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902101 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 75 0

2276109 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903031 BREAKER 
BEAVER 
WH, 100.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 47 0

2276549 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903435 BREAKER 
NINETY-
NINE, 44.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 3

2276550 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903436 BREAKER 
THICKETTY, 
44.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 50 0
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2276592 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903476 BREAKER 
CBK 
1&2&3 
BRK, 44.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 70 0

2276612 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903494 BREAKER 
LIMESTON
E NO 1, 
44.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 0

2276620 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903502 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 0

2276708 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903585 BREAKER 
GAFFNEY 
NO 1, 44.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 16 0

2276709 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903586 BREAKER 
GAFFNEY 
NO 2, 44.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 0

2279813 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906426 BREAKER 
MAGNOLI
A WH, 
100.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 0

2280104 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906691 BREAKER 
ROBB BL, 
100.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0
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2280254 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906827 BREAKER 
LIMESTON
E WH, 
100.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 0

2280367 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906931 BREAKER 
ROBB WH, 
100.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 73 0

2280428 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906987 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 0

2280462 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907019 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 90 0

2438619 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902092 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710769 STATION 
GAFFNEY 
TIE, 
1189, 
100.0 KV

42762440 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 55 0

2276613 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903495 BREAKER 
GAFFNEY 
NO 1, 44.0 
KV

2710747 STATION 
GASTON 
SHOALS 
HYDRO, 
1276, 
44.0 KV

42761732 NORMAL 
STATION 
INSPECTIO
N - 
GASTON 
SHOALS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 0
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2276615 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903497 BREAKER 
GASTON 
SHOALS, 
44.0 KV

2710747 STATION 
GASTON 
SHOALS 
HYDRO, 
1276, 
44.0 KV

42761732 NORMAL 
STATION 
INSPECTIO
N - 
GASTON 
SHOALS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 43 0

2276613 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903495 BREAKER 
GAFFNEY 
NO 1, 44.0 
KV

2710747 STATION 
GASTON 
SHOALS 
HYDRO, 
1276, 
44.0 KV

43130789 NORMAL 
STATION 
INSPECTIO
N - 
GASTON 
SHOALS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 62 0

2276615 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903497 BREAKER 
GASTON 
SHOALS, 
44.0 KV

2710747 STATION 
GASTON 
SHOALS 
HYDRO, 
1276, 
44.0 KV

43130789 NORMAL 
STATION 
INSPECTIO
N - 
GASTON 
SHOALS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 43 0

2276404 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903302 BREAKER 
44KV HT, 
44.0 KV

2708575 STATION 
GIBBS 
INT INC 
BLACKSB
URG PL 
2, 4935, 
44.0 KV

42764033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 81 0

2214080 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892134 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 OFF

2259649 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894719 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02
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2259670 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894719 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R01

2260251 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894719 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L04

2277666 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904456 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 0 0 0

2279093 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905761 BREAKER 
1201, 
12.47 KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 181 191 209

2279094 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905762 BREAKER 
1202, 
12.47 KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 174 142 230

2279637 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906267 BREAKER 
44KV HT, 
44.0 KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 82 0

2385040 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894718 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L02
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2388297 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894718 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L01

2388301 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894718 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L03

2428905 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058705 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 L05

2428906 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058705 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L03

2435520 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058705 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L05

2438380 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058704 BREAKER 
1203, 
12.47 KV

2709123 STATION 
GRASSY 
POND 
RET, 
3812, 
44.0 KV

42762974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 113 136 118

2214642 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892329 CAPACITO
R BANK 
1A, 0.6 KV, 
1,200.0 
KVAR

2710046 STATION 
HAMRIC
K M 
HAMRIC
K PL, 
3870, 
44.0 KV

42764391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 499 OFF
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2214943 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892330 CAPACITO
R BANK 1B, 
0.6 KV, 
1,800.0 
KVAR

2710046 STATION 
HAMRIC
K M 
HAMRIC
K PL, 
3870, 
44.0 KV

42764391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 728 OFF

2214064 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892138 CAPACITO
R BANK 1B, 
4.16 KV, 
2,400.0 
KVAR

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 596 OFF

2214894 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892137 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1873 OFF

2215637 1C,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892139 CAPACITO
R BANK 1C, 
4.16 KV, 
1,800.0 
KVAR

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1506 OFF

2273218 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900453 BREAKER 
CBK 1B 
BRK, 13.0 
KV

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 0 0 0

2276745 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903619 BREAKER 
44KV HT, 
44.0 KV

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 78 0

2277795 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904573 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708231 STATION 
HAMRIC
K MILLS 
MUSGR
OVE PL, 
4350, 
44.0 KV

42764659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 0 0 0
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20505416 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906451 BREAKER 
KANUGA, 
44.0 KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 23 0

20611352 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900566 BREAKER 
0403, 4.16 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 28 335 280 251

20611469 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901895 BREAKER 
0401, 4.16 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 187 182 154

20611470 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902553 BREAKER 
0402, 4.16 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 137 160 183

2215307 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892595 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 865 ON

2258292 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894476 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03
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2258294 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894476 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2258306 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894477 REGULATO
R 
0403,PHAS
E 1.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R08

2258451 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894477 REGULATO
R 
0403,PHAS
E 1.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R02

2260011 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894475 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R01

2260102 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894475 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

2260315 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894476 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

2261024 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894475 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R01

M-100 Sub 163 
PSDR2-2



2275282 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902366 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 0 0 0

2416259 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894477 REGULATO
R 
0403,PHAS
E 1.0, 4.1 
KV

2707976 STATION 
HENDER
SONVILL
E MN, 
1295, 
100.0 KV

42761911 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

2213911 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892624 CAPACITO
R BANK 01, 
44.0 KV, 
16,800.0 
KVAR

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2421 ON

2213912 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891670 CAPACITO
R BANK 02, 
44.0 KV, 
16,800.0 
KVAR

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 805 OFF

2275638 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902574 BREAKER 
ECHO BL, 
100.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 16 0

2275829 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902760 BREAKER 
ECHO WH, 
100.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 20 0

2276588 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903472 BREAKER 
HENDERSO
NVILLE NO 
2, 44.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 84 0

M-100 Sub 163 
PSDR2-2



2276589 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903473 BREAKER 
ROPER, 
44.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 28 0

2276590 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903474 BREAKER 
HENDERSO
NVILLE NO 
1, 44.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 0

2276591 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903475 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0

2276602 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903486 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 35 0

2279390 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906040 BREAKER 
HOG BACK 
BL, 100.0 
KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 02 0

2279401 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906051 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 84 0

2279412 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906061 BREAKER 
HOG BACK 
WH, 100.0 
KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 91 2

M-100 Sub 163 
PSDR2-2



2280434 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906993 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2709027 STATION 
HENDER
SONVILL
E TIE, 
1294, 
100.0 KV

42762296 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 72 0

2215831 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893306 CAPACITO
R BANK 01, 
0.0 KV, 
16,800.0 
KVAR

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 OFF

2272847 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900099 BREAKER 
CBK 1A 
BRK, 44.0 
KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0

2275411 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903850 BREAKER 
ASHEVILLE 
LT, 100.0 
KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 66 0

2275412 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044802 BREAKER 
ASHEVILLE 
HT, 100.0 
KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 0

2275413 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906470 BREAKER 
RUGBY BL, 
100.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 39 0

2275414 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906487 BREAKER 
RUGBY 
WH, 100.0 
KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 21 0

M-100 Sub 163 
PSDR2-2



2275462 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902579 BREAKER 
ECHO BL, 
100.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 0

2275510 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903854 BREAKER 
BK 3&4 
100KV HT, 
100.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 66 0

2275511 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903853 BREAKER 
ECHO WH, 
100.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 70 0

2280515 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907064 BREAKER 
HENDERSO
NVILLE NO 
2, 44.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0

2280696 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907227 BREAKER 
HENDERSO
NVILLE NO 
1, 44.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 0

2280909 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907431 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0

2280972 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907486 BREAKER 
BALSAM, 
44.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 0

M-100 Sub 163 
PSDR2-2



2280974 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907488 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 72 0

2874242 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175375 BREAKER 
BK 5 LT CB, 
72.0 KV

2708583 STATION 
HORSES
HOE TIE, 
1354, 
115.0 KV

42762370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0

20024453 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893817 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2257326 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893818 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2257327 1206,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893818 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral

2259589 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893817 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

2259607 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893817 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

M-100 Sub 163 
PSDR2-2



2261051 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893818 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2274481 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901656 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 15 337 348 317

2274530 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901703 BREAKER 
1206, 
12.47 KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 121 123 112

2274531 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901704 BREAKER 
1205, 
12.47 KV

2710274 STATION 
HUDLO
W RET, 
2601, 
100.0 KV

42761941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 187 198 188

20243119 BREAKER 
GAS, 
Unknown 
PH, 13.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901919 BREAKER 
1202, 
12.47 KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 73 187 181 211

2257495 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894472 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R03

M-100 Sub 163 
PSDR2-2



2257738 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894469 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R09

2259778 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894471 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R05

2259779 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894469 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R06

2259782 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894471 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R04

2259827 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894472 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R06

2260119 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894471 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R06

2273916 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901118 BREAKER 
1201, 
12.47 KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 28 0 162 158 179

M-100 Sub 163 
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2280416 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906976 BREAKER 
1203, 
12.47 KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 0 176 155 159

2871057 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894472 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709320 STATION 
KANUGA 
RET, 
4024, 
44.0 KV

42763799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R04

2258414 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894559 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R04

2273155 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900392 BREAKER 
1203, 
12.47 KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 27 165 162 162

2415854 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894559 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R05

2415855 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894559 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R05

2420278 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907581 BREAKER 
1201, 
12.47 KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 10 145 259 208

M-100 Sub 163 
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2420279 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901453 BREAKER 
1202, 
12.47 KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 88 274 271 235

2427556 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906593 BREAKER 
44KV HT, 
44.0 KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0

2448458 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894558 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R04

2448460 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894558 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R05

2448461 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894558 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710044 STATION 
LAKE 
LURE 
RET, 
1254, 
44.0 KV

42762754 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R05

20269895 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894550 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R04

2214896 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892074 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 133 OFF

M-100 Sub 163 
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2215703 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892075 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 OFF

2255389 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894548 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2256314 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894550 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R03

2256316 1204,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894550 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2260707 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894549 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R02 R02

2260710 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894549 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

2260805 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894549 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

M-100 Sub 163 
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2277420 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904227 BREAKER 
1203, 
12.47 KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 224 184 218

2277421 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904228 BREAKER 
1202, 
12.47 KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 75 56 86 74

2452143 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905608 BREAKER 
1204, 
12.47 KV

2710145 STATION 
LANDRU
M RET, 
4088, 
44.0 KV

42762044 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 279 256 237

20891263 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396341 BREAKER 
1208, 
17.500 KV, 
1208

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0 249 189 208

20891264 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396342 BREAKER 
1207, 
17.500 KV, 
1207

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 57 0 68 63 77

20891265 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396344 BREAKER 
1205, 
17.500 KV, 
1205

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0 251 240 202

20891266 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396345 BREAKER 
12AX, 
17.500 KV, 
12AX

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 0 0 0 0
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20891267 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396346 BREAKER 
1202, 
17.500 KV, 
1202

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0 382 355 359

20891270 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396348 BREAKER 
BK 2 LT, 
17.500 KV

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 24 0 251 240 215

20894636 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44400864 BREAKER 
BUS 1 & 2 
TIE, 17.500 
KV

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 42 0 0 0 0

20894662 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44400880 BREAKER 
BK 1 LT, 
17.500 KV

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 30 0 715 624 607

20894665 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44400866 BREAKER 
1201, 
17.500 KV, 
1201

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0 340 280 275

20894678 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44400867 BREAKER 
BUS 2 & 3 
TIE, 17.500 
KV

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 0 0 0 0

20894695 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44400878 BREAKER 
1209, 
17.500 KV

3174234 STATION 
LAYCOCK 
RD RET, 
5577, 
100.000 
KV

42766534 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 0 185 88 272

2214575 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891647 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2710158 STATION 
LIONS 
MOUNT
AIN TIE, 
2577, 
100.0 KV

42762245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

M-100 Sub 163 
PSDR2-2



2274085 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901281 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710158 STATION 
LIONS 
MOUNT
AIN TIE, 
2577, 
100.0 KV

42762245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0096 0

2274086 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901282 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710158 STATION 
LIONS 
MOUNT
AIN TIE, 
2577, 
100.0 KV

42762245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0111 0

2274087 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901283 BREAKER 
QUEBEC, 
44.0 KV

2710158 STATION 
LIONS 
MOUNT
AIN TIE, 
2577, 
100.0 KV

42762245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0226 2

2274088 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901284 BREAKER 
BREVARD, 
44.0 KV

2710158 STATION 
LIONS 
MOUNT
AIN TIE, 
2577, 
100.0 KV

42762245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0171 0

2257920 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2894508 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709238 STATION 
M-B RET, 
1790, 
44.0 KV

42764629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

2257921 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2894508 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709238 STATION 
M-B RET, 
1790, 
44.0 KV

42764629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

2258918 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2894508 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709238 STATION 
M-B RET, 
1790, 
44.0 KV

42764629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

M-100 Sub 163 
PSDR2-2



20809724 1201, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894609 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710282 STATION 
MCGINN
IS 
CROSSR
OADS 
RET, 
4248, 
44.0 KV

42764252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2256770 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894609 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710282 STATION 
MCGINN
IS 
CROSSR
OADS 
RET, 
4248, 
44.0 KV

42764252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04

2274266 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901454 BREAKER 
1201, 
12.47 KV

2710282 STATION 
MCGINN
IS 
CROSSR
OADS 
RET, 
4248, 
44.0 KV

42764252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2071 0 148 153 145

2214307 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892253 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2709225 STATION 
MERITO
R T&D, 
4649, 
44.0 KV

42762363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 41 ON

2215391 1B CAPACITO
R

2893120 CAPACITO
R BANK 1B, 
0.0 KV, 
3,000.0 
KVAR

2709225 STATION 
MERITO
R T&D, 
4649, 
44.0 KV

42762363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 OFF

2279351 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906004 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709225 STATION 
MERITO
R T&D, 
4649, 
44.0 KV

42762363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 0 0 0

2430160 1C,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2892251 CAPACITO
R BANK 1C, 
12.47 KV, 
3,000.0 
KVAR

2709225 STATION 
MERITO
R T&D, 
4649, 
44.0 KV

42762363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 OFF

2430161 1D,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2892252 CAPACITO
R BANK 
1D, 12.47 
KV, 3,000.0 
KVAR

2709225 STATION 
MERITO
R T&D, 
4649, 
44.0 KV

42762363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 OFF

M-100 Sub 163 
PSDR2-2



2214972 1C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891942 CAPACITO
R BANK 1C, 
0.6 KV, 
1,500.0 
KVAR

2710235 STATION 
MILLIKE
N & CO 
GOLDEN 
VALLEY, 
4297, 
44.0 KV

42763782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1022 ON

2215807 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891940 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2710235 STATION 
MILLIKE
N & CO 
GOLDEN 
VALLEY, 
4297, 
44.0 KV

42763782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 832 ON

2385138 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891941 CAPACITO
R BANK 1B, 
0.6 KV, 
1,500.0 
KVAR

2710235 STATION 
MILLIKE
N & CO 
GOLDEN 
VALLEY, 
4297, 
44.0 KV

42763782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1765 ON

2214994 2A CAPACITO
R

2892974 CAPACITO
R BANK 
2A, 0.0 KV, 
1,500.0 
KVAR

2708281 STATION 
MILLIKE
N & CO 
LIMESTO
NE PL, 
4823, 
44.000 
KV

42762955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 21 OFF

2418581 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892780 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708281 STATION 
MILLIKE
N & CO 
LIMESTO
NE PL, 
4823, 
44.000 
KV

42762955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 10 OFF

2419664 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892781 CAPACITO
R BANK 1B, 
0.6 KV, 
1,500.0 
KVAR

2708281 STATION 
MILLIKE
N & CO 
LIMESTO
NE PL, 
4823, 
44.000 
KV

42762955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 6 OFF

M-100 Sub 163 
PSDR2-2



2214159 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892471 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2710753 STATION 
MILLIKE
N & CO 
MAGNO
LIA FIN, 
1083, 
100.0 KV

42764665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 281 OFF

2214303 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892472 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2710753 STATION 
MILLIKE
N & CO 
MAGNO
LIA FIN, 
1083, 
100.0 KV

42764665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 157 OFF

2273308 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
38 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900542 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710753 STATION 
MILLIKE
N & CO 
MAGNO
LIA FIN, 
1083, 
100.0 KV

42764665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 632 0 0 0

2256563 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894522 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2257052 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894520 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2258946 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894522 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

2259340 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893871 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

M-100 Sub 163 
PSDR2-2



2259344 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893871 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

2259345 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893871 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

2259790 2410,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151055 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R03 R11

2259791 2410,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151055 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R03 R10

2260572 2410,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151055 REGULATO
R 
2410,PHAS
E 1.0, 13.0 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R05 R11

2260709 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894526 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L01

2260813 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894526 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L01

M-100 Sub 163 
PSDR2-2



2261285 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894526 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L03

2274846 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902001 BREAKER 
1208, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 49 185 205 196

2277399 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904206 BREAKER 
1207, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 150 158 113

2277400 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904207 BREAKER 
1205, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 79 48 44

2277405 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904212 BREAKER 
1206, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 166 236 166

2435526 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894520 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2448239 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894520 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03
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2451598 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151052 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 38 332 340 340

2456793 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151039 BREAKER 
2410, 24.0 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 332 340 341

2458039 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151037 BREAKER 
12AX, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0 0 0

2830149 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151051 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 526 602 492

2842647 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894522 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R01

2843748 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151054 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2843749 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151054 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2843751 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3151054 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708722 STATION 
MILLS 
RIVER 
RET, 
1757, 
121.0 KV

42763615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2257926 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894452 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L05

2257933 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894452 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L03

2420274 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900211 BREAKER 
1205, 
12.47 KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 96 116 81

2420275 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902436 BREAKER 
1206, 
12.47 KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 88 188 206 221

2434050 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894453 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L02

2434054 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894453 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R01
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2434057 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894453 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L01

2838360 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3150934 BREAKER 
1204, 
12.47 KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 198 155 144

2842615 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894452 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 Neutral

2843608 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150956 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L04

2843609 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150956 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R04

2843610 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3150956 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708233 STATION 
NAPLES 
RET, 
4370, 
44.000 
KV

42762060 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2214583 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893094 CAPACITO
R BANK 
1A, 4.16 
KV, 3,600.0 
KVAR

2710755 STATION 
NESTLE 
FROZEN 
FOOD 
CO 
GAFFNEY
, 4865, 
100.0 KV

42764425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1097 OFF
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2273578 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900799 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2710755 STATION 
NESTLE 
FROZEN 
FOOD 
CO 
GAFFNEY
, 4865, 
100.0 KV

42764425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 33 0 0 0

2260018 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893560 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2261312 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893560 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2261313 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893560 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2273277 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900512 BREAKER 
1203, 
12.47 KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0177 75 44 64

2276403 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903301 BREAKER 
44KV HT, 
44.0 KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2572 0

2279682 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906308 BREAKER 
1201, 
12.47 KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2260 0 127 137 143
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2443022 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894606 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2443023 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894606 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R03

2443024 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894606 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708420 STATION 
NEW 
PROSPEC
T RET, 
4379, 
44.0 KV

42762988 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2214669 01,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892767 CAPACITO
R BANK 01, 
2.4 KV, 
15,600.0 
KVAR

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1151 OFF

2277976 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904744 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0

2277978 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904746 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0
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2277984 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
10.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2904751 BREAKER 
NINETY-
NINE, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 0

2277985 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
10.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2904752 BREAKER 
CLOVER, 
44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 92 0

2279166 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905829 BREAKER 
UNIT 1 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0

2279167 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905830 BREAKER 
UNIT 2 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0

2279170 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905833 BREAKER 
UNIT 6 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0
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2279172 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905835 BREAKER 
UNIT 5 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0

2279749 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906369 BREAKER 
CBK 1 BRK, 
44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 58 0

2279949 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2906553 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0

2279970 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906573 BREAKER 
KINGS 
MOUNTAI
N, 44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 0

2280892 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
600.0 
AMPS, 5.7 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2907417 BREAKER 
GINN, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

42761757 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 04 0
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2214669 01,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892767 CAPACITO
R BANK 01, 
2.4 KV, 
15,600.0 
KVAR

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1162 OFF

2277976 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904744 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 52 0

2277978 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
19.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2904746 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 65 0

2277984 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
10.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2904751 BREAKER 
NINETY-
NINE, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 20 1

2277985 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
10.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2904752 BREAKER 
CLOVER, 
44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 92 0
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2279166 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905829 BREAKER 
UNIT 1 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0 0 0

2279167 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905830 BREAKER 
UNIT 2 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0 0 0

2279170 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905833 BREAKER 
UNIT 6 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0 0 0

2279172 BREAKER 
GAS, 
Unknown 
PH, 4.100 
KV, 0.0 KV, 
1,200.0 
AMPS, 
63.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905835 BREAKER 
UNIT 5 
BRK, 2.4 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0 0 0

2279749 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906369 BREAKER 
CBK 1 BRK, 
44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 58 0
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2279949 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2906553 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 51 0

2279970 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
17.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906573 BREAKER 
KINGS 
MOUNTAI
N, 44.0 KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 97 0

2280892 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
600.0 
AMPS, 5.7 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2907417 BREAKER 
GINN, 44.0 
KV

2710762 STATION 
NINETY-
NINE 
ISLANDS 
HYDRO, 
1198, 
44.0 KV

43130857 NORMAL 
STATION 
INSPECTIO
N - NINETY-
NINE 
ISLANDS 
HYDRO

CLOSE TD-NC-SC DEC CWS21 SC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 04 0

2258154 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893716 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R06

2258155 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893718 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04

2258156 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893718 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R07
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2258157 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893716 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R06

2258164 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893717 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2258185 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893718 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2258205 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893716 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2260036 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893750 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R07

2260037 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893750 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R08

2260040 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893750 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05
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2260278 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893717 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

2261739 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893717 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R06

2273758 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900972 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 668 635 739

2273971 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901169 BREAKER 
1205, 
12.47 KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 262 232 237

2273972 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901170 BREAKER 
1207, 
12.47 KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 66 71 71

2273973 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901171 BREAKER 
1208, 
12.47 KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 153 132 239

2274202 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901393 BREAKER 
1206, 
12.47 KV

2710157 STATION 
NIX RD 
RET, 
1984, 
100.0 KV

42763031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 261 283 286
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20308671 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894669 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R05

2255865 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894670 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

2257225 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894673 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2258240 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893682 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2258255 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893682 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2258256 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893682 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

2260761 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894669 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03
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2262008 1209,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894672 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R07

2262009 1209,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894672 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R06

2262010 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894672 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R07

2273564 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900786 BREAKER 
1205, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 27 76 65 79

2279280 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905939 BREAKER 
1203, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 272 299 288

2279281 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905940 BREAKER 
1204, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 14 92 96 99

2279282 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905941 BREAKER 
1208, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 33 186 152 177
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2279283 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905942 BREAKER 
1209, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 259 251 259

2279284 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905943 BREAKER 
1210, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 09 160 161 151

2279285 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905944 BREAKER 
12AX, 
12.47 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 0 0 0

2371742 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894669 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

2435282 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059744 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2435283 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059744 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2435522 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059744 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2438376 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059743 BREAKER 
BUS 1&2 
12.5VK TIE, 
13.0 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0 0 0

2438378 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059736 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 49 422 441 452

2438379 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059740 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 586 577 583

2838485 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894671 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R07

2838486 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894671 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2838487 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894671 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710045 STATION 
OAKLAN
D RD 
RET, 
1718, 
100.0 KV

42763866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

20047606 1203, 
REGULATO
R 1PH, 
PHASE Y, 
250.000 
KV, 250.0 
KV

REGULATO
R

2894697 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03
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20635987 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904285 BREAKER 
1203, 
12.47 KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0342 123 124 122

20635988 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905865 BREAKER 
1202, 
12.47 KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0312 218 206 190

2256535 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894697 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral

2258469 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893694 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05

2258879 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893694 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

2260759 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893694 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04

2261897 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894697 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708613 STATION 
PARADIS
E RET, 
4460, 
44.0 KV

42762042 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02
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2215306 2A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892144 CAPACITO
R BANK 
2A, 0.46 
KV, 900.0 
KVAR

2708304 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
7, 4936, 
44.0 KV

42762926 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 6844 ON

2215432 2B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892145 CAPACITO
R BANK 2B, 
0.46 KV, 
900.0 
KVAR

2708304 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
7, 4936, 
44.0 KV

42762926 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2215731 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892142 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708304 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
7, 4936, 
44.0 KV

42762926 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 489 ON

2279541 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906181 BREAKER 
44KV HT, 
44.0 KV

2708304 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
7, 4936, 
44.0 KV

42762926 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0

2395096 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892143 CAPACITO
R BANK 1B, 
0.46 KV, 
900.0 
KVAR

2708304 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
7, 4936, 
44.0 KV

42762926 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2213829 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892054 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1549 OFF

2257569 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894710 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04
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2259002 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894709 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R03

2259003 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894709 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R03

2259005 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894709 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R05

2260010 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894710 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R04

2275742 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902676 BREAKER 
1201, 
12.47 KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 70 2 241 238 237

2280362 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906926 BREAKER 
1202, 
12.47 KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 27 4 167 207 205

2280621 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907160 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 67 0 0 0

M-100 Sub 163 
PSDR2-2



2453937 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894710 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708247 STATION 
PEELER 
RET, 
4493, 
44.0 KV

42764135 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R05

2273518 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900743 BREAKER 
100KV HT, 
100.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 1

2279544 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906184 BREAKER 
GOLDEN, 
44.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1232 1

2280435 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906994 BREAKER 
FLORENCE, 
44.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0940 1

2280520 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907069 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0590 1

2280700 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907231 BREAKER 
BROAD 
RIVER, 44.0 
KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1054 1

2280914 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907436 BREAKER 
ELLENBOR
O, 44.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1444 1

M-100 Sub 163 
PSDR2-2



2280978 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907492 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710238 STATION 
PINK 
HARRILL 
TIE, 
1405, 
100.0 KV

42762387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0721 1

2215125 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892032 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 202 ON

2215641 05,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892998 CAPACITO
R BANK 05, 
44.0 KV, 
9,600.0 
KVAR

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 300 OFF

2215642 06,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892999 CAPACITO
R BANK 06, 
44.0 KV, 
9,600.0 
KVAR

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 OFF

2272840 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900092 BREAKER 
CBK 5&6 
BRK, 44.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 16 0

2273494 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900719 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 47 0

2274864 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902019 BREAKER 
DAVIDSON 
RIVER BL, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 0

M-100 Sub 163 
PSDR2-2



2274880 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902035 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 70 0

2274971 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902116 BREAKER 
RUGBY 
WH, 100.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0

2274985 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902128 BREAKER 
RUGBY BL, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0

2275601 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902544 BREAKER 
CALVERT 
BL, 100.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 35 0

2275871 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902799 BREAKER 
ECUSTA, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 49 0

2276042 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902966 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 36 0

2276538 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903424 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 13 0

M-100 Sub 163 
PSDR2-2



2276587 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903471 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 43 0

2276743 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903617 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 0

2276991 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903847 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0

2276993 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903849 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 0

2278203 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904944 BREAKER 
BREVARD, 
44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 0

2278205 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904946 BREAKER 
KNOB 
CREEK, 
44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 61 0

2278207 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904948 BREAKER 
KANUGA, 
44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 99 0

M-100 Sub 163 
PSDR2-2



2278469 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905167 BREAKER 
CBK 1 BRK, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 74 0

2279707 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906330 BREAKER 
DAVIDSON 
RIVER WH, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0

2279793 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906409 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 79 0

2279816 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906429 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 0

2279826 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906439 BREAKER 
CAESAR 
BL, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 59 0

2280030 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906624 BREAKER 
PISGAH 
WH, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0

2280111 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906698 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 18 0

M-100 Sub 163 
PSDR2-2



2280261 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906834 BREAKER 
CAESAR 
WH, 230.0 
KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 76 0

2280372 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906936 BREAKER 
PISGAH BL, 
230.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0

2280522 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907071 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 0

2433461 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903750 BREAKER 
CANTON 
B&W, 
100.0 KV

2710152 STATION 
PISGAH 
TIE, 
1452, 
230.0 KV

42762231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 10 0

20837091 1209, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894123 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2256589 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080403 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

2257792 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080403 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

M-100 Sub 163 
PSDR2-2



2277099 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903953 BREAKER 
100KV HT, 
100.0 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0

2277433 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904240 BREAKER 
1204, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 59 100 107 74

2279410 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906059 BREAKER 
1203, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 216 196 202

2383474 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894123 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2383478 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893472 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 Neutral

2383479 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893472 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 Neutral

2383480 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894123 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral
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2383481 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894123 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2385101 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893472 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 Neutral

2440461 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080403 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2448111 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080398 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 35 266 248 324

2448116 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080401 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 49 0 0 0

2448459 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080404 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2455517 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080402 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 38 315 298 278
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2458044 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080400 BREAKER 
12AX, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 58 0 0 0

2458922 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080399 BREAKER 
1201, 
12.47 KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 85 263 239 324

2831323 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080404 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2831325 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080404 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709047 STATION 
RICH 
MOUNT
AIN RET, 
1707, 
100.0 KV

42763427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261917 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893574 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261918 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893574 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261919 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893574 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2262004 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893575 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2262005 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893575 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2262006 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893575 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R06

2262007 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893576 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R01

2262021 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893576 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

2262022 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893576 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 Neutral

2273216 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900451 BREAKER 
1202, 
12.47 KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0229 157 163 142
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2273217 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900452 BREAKER 
1201, 
12.47 KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0083 0 0 0

2273236 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900471 BREAKER 
1203, 
12.47 KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0277 91 93 104

2438384 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900585 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710079 STATION 
RIVERST
ONE 
RET, 
1876, 
100.0 KV

42761934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0039 247 249 236

2272952 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900199 BREAKER 
PCB 12, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 73 0

2272953 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900200 BREAKER 
PCB 21, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 38 0

2272954 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900201 BREAKER 
PCB 22, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 0

2272955 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900202 BREAKER 
PCB 14, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 33 0
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2272956 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900203 BREAKER 
PCB 1, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 17 0

2272957 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900204 BREAKER 
PCB 2, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0

2272958 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900205 BREAKER 
PCB 11, 
230.0 KV

2711080 STATION 
RIVERVIE
W SW 
STA, 
1840, 
230.0 KV

42761668 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 80 0

2257793 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894722 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L01

2257957 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894723 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R01

2257968 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894723 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R01

2260708 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894723 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R01
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2260824 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894721 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R01

2260959 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894721 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R01

2261045 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894722 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L01

2261087 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894721 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R01

2261941 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894722 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L01

2273949 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901149 BREAKER 
1202, 
12.47 KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 0 222 199 227

2274528 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901701 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 0 0 0
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2275765 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902698 BREAKER 
1204, 
12.47 KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 0 284 350 292

2276425 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903318 BREAKER 
1203, 
12.47 KV

2710764 STATION 
ROSE 
HILL RET, 
1730, 
100.0 KV

42762048 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 20 0 145 140 137

2214326 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891644 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708620 STATION 
ROSMAN 
SS, 1042, 
44.000 
KV

42764412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2255673 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894007 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708620 STATION 
ROSMAN 
SS, 1042, 
44.000 
KV

42764412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R07

2275047 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902182 BREAKER 
1201, 
12.47 KV

2708620 STATION 
ROSMAN 
SS, 1042, 
44.000 
KV

42764412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 14 251 237 212

2275048 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902183 BREAKER 
1202 
(HAYWOO
D DEL 2), 
12.47 KV

2708620 STATION 
ROSMAN 
SS, 1042, 
44.000 
KV

42764412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 37 269 209 262

2276476 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903365 BREAKER 
QUEBEC, 
44.0 KV

2708620 STATION 
ROSMAN 
SS, 1042, 
44.000 
KV

42764412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 0
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2214520 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893073 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708268 STATION 
RUTHER
FORD 
EMC DEL 
7, 4676, 
44.0 KV

42762587 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2256832 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894642 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

2256833 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894642 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2256862 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894642 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2258644 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894640 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2260337 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894640 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2260346 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894640 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02
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2277758 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904538 BREAKER 
0401, 4.16 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 2 2.5 2

2277759 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904539 BREAKER 
0402, 4.16 
KV

2710240 STATION 
RUTHER
FORDTO
N RET, 
4680, 
44.0 KV

42761919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 99 2 2 2.75

2258866 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894519 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

2258868 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894519 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2258869 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894519 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2260823 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174680 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

2857838 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174682 BREAKER 
1202, 13.0 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 73 59 65
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2857839 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906905 BREAKER 
1201, 12.0 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 34 195 155 191

2873234 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3174680 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R04

2873235 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3174680 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707970 STATION 
SALUDA 
RET, 
1242, 
44.0 KV

42763645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R01

20131132 REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894484 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

20131133 REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894484 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R05

20131134 REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894484 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R07

2215175 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892606 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF
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2215176 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892607 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2255424 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894483 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R07

2255677 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894486 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R09

2258442 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894485 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R05

2260903 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894485 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R05

2277461 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904268 BREAKER 
1201, 
12.47 KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 75 2 213 229 228

2277567 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904362 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0
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2277623 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904415 BREAKER 
1202, 
12.47 KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2181 0 201 189 181

2277634 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904426 BREAKER 
1203, 
12.47 KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 41 1 222 232 214

2278972 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905648 BREAKER 
1204, 
12.47 KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 67 122 110 101

2454309 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894485 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708632 STATION 
SPARTA
N 
HEIGHTS 
RET, 
4785, 
44.0 KV

42763061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R07

2256338 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894668 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R01

2256568 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894668 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 Neutral

2257007 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894667 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01
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2258641 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894667 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2261421 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894667 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R05

2261716 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894668 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

2277512 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904317 BREAKER 
0401, 4.16 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0 194 144 126

2277522 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904327 BREAKER 
0402, 4.16 
KV

2710241 STATION 
SPINDAL
E RET, 
4806, 
44.0 KV

42762080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0 100 99 127

20047132 X, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022873 REGULATO
R 1208, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R06
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20047143 Y, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022873 REGULATO
R 1208, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

20047150 Z, 
REGULATO
R 1PH, 
PHASE A, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022873 REGULATO
R 1208, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R06

20047153 Z, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022875 REGULATO
R 1204, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20047155 Y, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022875 REGULATO
R 1204, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20047160 X, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

40022875 REGULATO
R 1204, 
PHASE 3, 
12.470 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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20047676 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40532752 BREAKER 
1204, 
15.000 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 74 0 0 0

20047678 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40532755 BREAKER 
1208, 
15.500 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 153 139 136

2261044 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894654 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R05

2261065 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894654 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R08

2261066 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894653 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R06

2261240 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894653 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R07

2261245 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894655 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04
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2261246 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894653 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R10

2261934 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894654 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R07

2261935 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894655 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

2261936 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894655 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

2277456 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904263 BREAKER 
1207, 
12.47 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 50 230 234 202

2277457 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904264 BREAKER 
1205, 
12.47 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 46 99 81 66

2277458 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904265 BREAKER 
1206, 
12.47 KV

2710242 STATION 
TANNER 
RET, 
4895, 
100.0 KV

42763621 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 84 156 170 169
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2213875 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892128 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708635 STATION 
TIMKEN 
CO 
GAFFNEY 
PL 19, 
1432, 
100.0 KV

42762356 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 376 OFF

2213878 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892127 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708635 STATION 
TIMKEN 
CO 
GAFFNEY 
PL 19, 
1432, 
100.0 KV

42762356 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1117 OFF

2277815 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904591 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708635 STATION 
TIMKEN 
CO 
GAFFNEY 
PL 19, 
1432, 
100.0 KV

42762356 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 0 0 0

2214122 1B CAPACITO
R

2892656 CAPACITO
R BANK 1B, 
0.0 KV, 
3,600.0 
KVAR

2710352 STATION 
TIMKEN 
INC 
COLUMB
US PL, 
5169, 
44.0 KV

42764637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2215395 1A CAPACITO
R

2892655 CAPACITO
R BANK 
1A, 0.0 KV, 
3,000.0 
KVAR

2710352 STATION 
TIMKEN 
INC 
COLUMB
US PL, 
5169, 
44.0 KV

42764637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2257320 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894758 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710352 STATION 
TIMKEN 
INC 
COLUMB
US PL, 
5169, 
44.0 KV

42764637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2257321 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894758 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710352 STATION 
TIMKEN 
INC 
COLUMB
US PL, 
5169, 
44.0 KV

42764637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

M-100 Sub 163 
PSDR2-2



2257708 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894758 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710352 STATION 
TIMKEN 
INC 
COLUMB
US PL, 
5169, 
44.0 KV

42764637 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

2215313 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2891525 CAPACITO
R BANK 
1A, 0.46 
KV, 1,800.0 
KVAR

2710768 STATION 
TRELLEB
ORG 
COATED 
GRACE, 
4592, 
44.0 KV

42762332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 OFF

20259006 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894537 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

20259007 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894537 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

20259008 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894537 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R02

20259009 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894538 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R06

20259010 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894538 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

M-100 Sub 163 
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20259011 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894538 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2258858 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894534 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2258859 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894536 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

2258860 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894534 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral

2258908 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894536 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2258910 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894536 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2258911 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894534 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L02

M-100 Sub 163 
PSDR2-2



2258989 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894535 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2258990 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894535 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2259132 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894535 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 L05

2261299 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893577 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R03

2261300 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893577 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R03

2261950 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893577 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03

2273093 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900331 BREAKER 
1203, 
12.47 KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 97 131 126 149
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2277326 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904140 BREAKER 
1201, 
12.47 KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 06 88 111 89

2277327 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904141 BREAKER 
1202, 
12.47 KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 06 59 62 55

2279179 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905842 BREAKER 
0403, 4.16 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 46 0 165 177 160

2280715 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907246 BREAKER 
0402, 4.16 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 38 0 173 144 173

2281058 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907563 BREAKER 
0401, 4.16 
KV

2708637 STATION 
TRYON 
RET, 
4971, 
44.0 KV

42762730 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 0 72 99 56

2258661 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894133 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R08

2258665 1203,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894133 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R05
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2279224 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905883 BREAKER 
1203, 
12.47 KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1653 0 172 178 218

2394093 1A,CAPACI
TOR BANK 
13.09 KV

CAPACITO
R

2891873 CAPACITO
R BANK 
1A, 13.09 
KV, 1,800.0 
KVAR

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 74 ON

2411700 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905872 BREAKER 
1204, 
12.47 KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0095 250 219 271

2420386 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894137 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R07

2420390 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894137 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R04

2420396 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894137 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R06

2435528 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894133 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708638 STATION 
TUCKERS 
CREEK 
RET, 
4973, 
44.0 KV

42764111 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R06
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20422188 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903353 BREAKER 
SPINDALE, 
44.0 KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 73 0

2214182 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892090 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 215 OFF

2274767 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901926 BREAKER 
CBK 1 BRK, 
44.0 KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 0

2277966 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904735 BREAKER 
TURNER B, 
44.0 KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 31 0

2277967 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904736 BREAKER 
TURNER A, 
44.0 KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 58 0

2277971 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904739 BREAKER 
LAKE LURE, 
44.0 KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 36 0

2445856 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906601 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2711265 STATION 
TURNER 
SHOALS 
SW STA, 
1146, 
72.0 KV

42762288 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0

M-100 Sub 163 
PSDR2-2



2411664 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045485 BREAKER 
1202, 
12.47 KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 121 149 204

2411667 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902682 BREAKER 
1201, 
12.47 KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 10 143 145 124

2420389 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894514 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L03

2420392 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3045832 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R02

2420393 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3045832 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2420394 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894514 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 L02

2420395 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3045832 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L02

M-100 Sub 163 
PSDR2-2



2430163 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894514 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709239 STATION 
TUXEDO 
RET, 
4980, 
44.0 KV

42763252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L02

20259262 1208, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3154319 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

20382044 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893491 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R03

2215747 1A CAPACITO
R

2893077 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 697 OFF

2261439 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893491 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2261440 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893491 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2261499 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893492 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

M-100 Sub 163 
PSDR2-2



2261500 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893492 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R06

2261636 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893493 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2261637 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893493 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R01

2261638 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893493 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2261695 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893492 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral

2273974 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 14.4 
KV, 600.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2904250 BREAKER 
1203, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0 0 0

2277441 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904248 BREAKER 
1201, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 77 300 312 283

M-100 Sub 163 
PSDR2-2



2277442 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904249 BREAKER 
1202, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 71 205 237 179

2277455 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904262 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0 0 0

2420222 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049706 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 44 482 520 461

2420234 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049704 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 43 0 0 0

2420235 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049703 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 92 397 399 449

2420267 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049705 BREAKER 
12AX, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 79 0 0 0

2420268 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049702 BREAKER 
1206, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 58 163 206 236

M-100 Sub 163 
PSDR2-2



2431128 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049710 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2431130 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049710 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2431131 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3049710 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03

2432527 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3049711 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2435483 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3049711 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2435484 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3049711 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2838362 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154318 BREAKER 
1208, 
12.47 KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 65 247 216 235

M-100 Sub 163 
PSDR2-2



2844988 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
250.0 KVA

REGULATO
R

3154319 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03

2844989 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
250.0 KVA

REGULATO
R

3154319 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2710156 STATION 
UPWAR
D RD 
RET, 
1800, 
100.0 KV

42763807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 Neutral

2215090 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892990 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 312 OFF

2257141 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894701 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04

2258297 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893683 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R05

2258298 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893683 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R04

2258867 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894701 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R07

2259036 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894703 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R02

M-100 Sub 163 
PSDR2-2



2259038 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894703 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R02

2259076 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894703 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R02

2275550 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902495 BREAKER 
1202, 
12.47 KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 94 0 102 98 92

2277745 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904529 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0 0 0

2279204 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905864 BREAKER 
1201, 
12.47 KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 147 198 185

2279325 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905979 BREAKER 
1203, 
12.47 KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 52 59 119 70

2383549 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894701 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05

M-100 Sub 163 
PSDR2-2



2415465 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893683 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710244 STATION 
WASHBU
RN RET, 
5055, 
44.0 KV

42762929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS21 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R04

2280287 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906857 BREAKER 
100KV HT, 
100.0 KV

2707974 STATION 
AMERIST
EEL 
CORP, 
1274, 
100.0 KV

42764495 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2215712 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893223 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2274347 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901526 BREAKER 
COMMON
WEALTH 
BL, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 00

2274362 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901541 BREAKER 
SHARON 
WH, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 00

2274364 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901543 BREAKER 
CRAB 
ORCHARD 
BL, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 00

2274369 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901548 BREAKER 
CRAB 
ORCHARD 
WH, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 00

M-100 Sub 163 
PSDR2-2



2274386 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901565 BREAKER 
SHARON 
BL, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 00

2278389 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905094 BREAKER 
CBK 1 BRK, 
100.0 KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 00

2278625 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905319 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 00

2278626 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905320 BREAKER 
IDLEWILD 
BL, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 00

2278627 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905321 BREAKER 
IDLEWILD 
WH, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 00

2279659 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906287 BREAKER 
COMMON
WEALTH 
WH, 100.0 
KV

2708408 STATION 
AMITY 
SW STA, 
1594, 
100.0 KV

42765141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 00

M-100 Sub 163 
PSDR2-2



20906667 2408, 
REGULATO
R 1PH, 
PHASE Y, 
13.800 KV, 
13.8 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

2893640 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2256794 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893639 REGULATO
R 
2407,PHAS
E 0.0, 0.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R13

2257002 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893639 REGULATO
R 
2407,PHAS
E 0.0, 0.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R12

2257761 2408,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893640 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

2257767 2408,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893640 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R12

2258792 2409,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3025373 REGULATO
R 
2409,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

2260193 2409,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3025373 REGULATO
R 
2409,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R12

M-100 Sub 163 
PSDR2-2



2273823 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901035 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2273824 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901036 BREAKER 
2407, 24.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0

2273825 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901037 BREAKER 
2408, 24.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 0 0

2275080 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3025357 BREAKER 
2409, 24.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2420398 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893639 REGULATO
R 
2407,PHAS
E 0.0, 0.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R13

2420400 2409,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3025373 REGULATO
R 
2409,PHAS
E 0.0, 13.0 
KV

2710137 STATION 
ASHCRA
FT AVE 
RET, 
1987, 
100.0 KV

42762648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R12

20473888 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014580 BREAKER 
PINEVILLE 
BL, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

M-100 Sub 163 
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20473889 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014581 BREAKER 
WEDDING
TON WH, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

20473890 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014582 BREAKER 
PINEVILLE 
WH, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54

20473891 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014583 BREAKER 
WEDDING
TON BL, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65

20473902 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014584 BREAKER 
100KV BUS 
JCT, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54

20473903 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014590 BREAKER 
SPRINGFIE
LD WH, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45

20473904 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42014591 BREAKER 
SPRINGFIE
LD BL, 
100.000 KV

40004791 STATION 
BALLANT
YNE SW 
STA, 
5586, 
100.000 
KV

42765365 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52

M-100 Sub 163 
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2215482 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893285 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 OFF

2215722 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893283 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 OFF

2255061 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860639 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2255063 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860638 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2274836 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904551 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

2275726 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902660 BREAKER 
12AX, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2275727 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902661 BREAKER 
1208, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0
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2275728 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902662 BREAKER 
1207, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2275729 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902663 BREAKER 
1203, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2275792 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902724 BREAKER 
100KV HT, 
100.0 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2278947 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905624 BREAKER 
1205, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2373396 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902665 BREAKER 
1204, 
12.47 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2842113 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904547 BREAKER 
BK 2 13KV 
LT, 13.0 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2862570 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904548 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2708004 STATION 
BANCRO
FT RET, 
1485, 
100.0 KV

42764185 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36
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2275148 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015762 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

2275354 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015765 BREAKER 
2403, 24.0 
KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0 0 0

2275355 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015766 BREAKER 
2402, 24.0 
KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

2275356 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015761 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

2275361 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015763 BREAKER 
1208, 
12.47 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

2275362 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015764 BREAKER 
1206, 
12.47 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 0 0

2395226 BK 3 
BUS,REGUL
ATOR 
1PH,PHASE 
C, 24.94 
KV, 833.0 
KVA

REGULATO
R

3027044 REGULATO
R BK 3 
BUS,PHASE 
1.0, 13.0 
KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L08
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2395227 BK 3 
BUS,REGUL
ATOR 
1PH,PHASE 
B, 24.94 
KV, 833.0 
KVA

REGULATO
R

3027044 REGULATO
R BK 3 
BUS,PHASE 
1.0, 13.0 
KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2395228 BK 3 
BUS,REGUL
ATOR 
1PH,PHASE 
A, 24.94 
KV, 833.0 
KVA

REGULATO
R

3027044 REGULATO
R BK 3 
BUS,PHASE 
1.0, 13.0 
KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2395229 BK 1 
BUS,REGUL
ATOR 
1PH,PHASE 
C, 13.2 KV, 
667.0 KVA

REGULATO
R

3027040 REGULATO
R BK 1 
BUS,PHASE 
1.0, 6.9 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2395233 BK 1 
BUS,REGUL
ATOR 
1PH,PHASE 
A, 13.2 KV, 
667.0 KVA

REGULATO
R

3027040 REGULATO
R BK 1 
BUS,PHASE 
1.0, 6.9 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2429503 BK 1 
BUS,REGUL
ATOR 
1PH,PHASE 
B, 13.2 KV, 
667.0 KVA

REGULATO
R

3027040 REGULATO
R BK 1 
BUS,PHASE 
1.0, 6.9 KV

2709180 STATION 
BEATTIES 
FORD 
RET, 
2623, 
100.0 KV

42762132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

20869268 LTC TYPE 
VACUUM, 
864.0 
AMPS

LTC 2859402 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2254996 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2859400 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral
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2255076 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859401 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2274793 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901949 BREAKER 
100KV HT, 
100.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2275245 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902334 BREAKER 
2413, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0 0

2275250 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902339 BREAKER 
2406, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0 0

2275264 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902349 BREAKER 
24AX, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0 0

2275265 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902350 BREAKER 
2405, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0 0

2276072 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902995 BREAKER 
2414, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 0 0 0
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2277705 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904492 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0 0

2278995 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905670 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0

2278999 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905674 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 0 0

2279344 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905997 BREAKER 
2412, 24.0 
KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 0 0

2279345 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905998 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0 0 0

2378128 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3030038 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710095 STATION 
BEAVER 
DAM 
RET, 
1426, 
100.0 KV

42764205 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0

2215401 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893356 CAPACITO
R BANK 
3A, 12.47 
KV, 5,400.0 
KVAR

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 ON
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2215402 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893357 CAPACITO
R BANK 3B, 
12.47 KV, 
5,400.0 
KVAR

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 ON

2215403 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893354 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 ON

2215404 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893355 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 ON

2255232 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860137 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2255236 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860136 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04

2272858 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900110 BREAKER 
1203, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

2274619 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901789 BREAKER 
1205, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0 0
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2274620 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901790 BREAKER 
1204, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 0 0 0

2275736 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902670 BREAKER 
12AX, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0 0

2275955 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902881 BREAKER 
100KV HT, 
100.0 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2276164 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903082 BREAKER 
1209, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0 0

2278059 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904811 BREAKER 
1210, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 0 0 0

2278076 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904824 BREAKER 
1211, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0 0

2280934 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907454 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0 0 0
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2280935 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907455 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0

2280936 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907456 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0

2420272 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901800 BREAKER 
1206, 
12.47 KV

2707947 STATION 
BELLHAV
EN RET, 
1072, 
100.0 KV

42762828 NORMAL 
STATION 
INSPECTIO
N -
BELLHAVE
N RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

20480116 LTC TYPE 
RESISTIVE-
REACTIVE, 
100.000 KV

LTC 2858259 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2215369 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893439 CAPACITO
R BANK 
3A, 13.0 
KV, 5,400.0 
KVAR

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215372 3B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893440 CAPACITO
R BANK 3B, 
13.0 KV, 
5,400.0 
KVAR

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255119 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861184 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2273988 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901186 BREAKER 
1208, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2274030 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901228 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43

2274031 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901229 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16

2274034 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901232 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53

2274068 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901265 BREAKER 
1207, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39

2277357 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904168 BREAKER 
1209, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87

2281066 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907571 BREAKER 
1210, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20
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2281068 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907573 BREAKER 
1211, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01

2281069 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907574 BREAKER 
1212, 
12.47 KV

2708476 STATION 
BRIAR 
CREEK 
RET, 
1749, 
100.0 KV

42763318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84

2261451 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893930 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261632 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893922 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261650 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893930 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261651 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893922 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261733 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893922 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2273831 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901043 BREAKER 
0405, 4.16 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0 0

2276297 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903206 BREAKER 
0403, 4.16 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0 0

2378091 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893930 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709346 STATION 
BUCKEYE 
DIST, 
1108, 
44.000 
KV

42764968 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215362 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893425 CAPACITO
R BANK 
3A, 24.0 
KV, 4,800.0 
KVAR

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 ON

2215363 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893426 CAPACITO
R BANK 3B, 
24.0 KV, 
4,800.0 
KVAR

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255282 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861376 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L07

2255296 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861370 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2274870 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902025 BREAKER 
2405, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 0 0
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2274871 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902026 BREAKER 
2406, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

2274872 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902027 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0

2274873 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902028 BREAKER 
2408, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

2274874 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902029 BREAKER 
2407, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0

2274875 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902030 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 0 0

2274876 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902031 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2274877 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902032 BREAKER 
2409, 24.0 
KV

2709361 STATION 
BUCKEYE 
RET, 
2628, 
100.0 KV

42762846 NORMAL 
STATION 
INSPECTIO
N -
BUCKEYE 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0 0 0
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2215578 1A CAPACITO
R

2893217 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2708684 STATION 
BUCKEYE 
TECHNO
LOGIES 
INC, 
8114, 
44.000 
KV

42762618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 ON

2215590 1C CAPACITO
R

2893219 CAPACITO
R BANK 1C, 
0.0 KV, 
3,600.0 
KVAR

2708684 STATION 
BUCKEYE 
TECHNO
LOGIES 
INC, 
8114, 
44.000 
KV

42762618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215655 1B CAPACITO
R

2893218 CAPACITO
R BANK 1B, 
0.0 KV, 
3,600.0 
KVAR

2708684 STATION 
BUCKEYE 
TECHNO
LOGIES 
INC, 
8114, 
44.000 
KV

42762618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2273148 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900385 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708684 STATION 
BUCKEYE 
TECHNO
LOGIES 
INC, 
8114, 
44.000 
KV

42762618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0

2273149 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900386 BREAKER 
CBK 1D 
BRK, 13.0 
KV

2708684 STATION 
BUCKEYE 
TECHNO
LOGIES 
INC, 
8114, 
44.000 
KV

42762618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 0 0

2255315 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860655 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2255324 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860654 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2255335 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860653 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2273187 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900422 BREAKER 
1208, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18

2273219 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900454 BREAKER 
1205, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2273425 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900653 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48

2273433 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900661 BREAKER 
1210, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

2273583 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900804 BREAKER 
1207, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91
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2273637 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900856 BREAKER 
1203, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52

2273638 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900857 BREAKER 
1206, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24

2273639 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900858 BREAKER 
1201, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78

2273642 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900861 BREAKER 
1202, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91

2273663 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900882 BREAKER 
1209, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32

2273664 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900883 BREAKER 
1204, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38

2274541 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901714 BREAKER 
100KV HT, 
100.0 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61
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2280732 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907263 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38

2280743 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907274 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14

2280746 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907277 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2280747 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907278 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2707939 STATION 
CARMEL 
RD RET, 
1020, 
100.000 
KV

42764611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78

2214116 1A,CAPACI
TOR BANK 
4.1 KV

CAPACITO
R

2893133 CAPACITO
R BANK 
1A, 4.1 KV, 
2,250.0 
KVAR

2708115 STATION 
CHARLO
TTE 
HIGH 
SERVICE 
PUMP, 
3354, 
44.0 KV

42763765 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E HIGH 
SERVICE 
PUMP

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215899 1B,CAPACI
TOR BANK 
4.1 KV

CAPACITO
R

2893134 CAPACITO
R BANK 1B, 
4.1 KV, 
2,250.0 
KVAR

2708115 STATION 
CHARLO
TTE 
HIGH 
SERVICE 
PUMP, 
3354, 
44.0 KV

42763765 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E HIGH 
SERVICE 
PUMP

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2213964 3A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892158 CAPACITO
R BANK 
3A, 0.6 KV, 
900.0 
KVAR

2708117 STATION 
CHARLO
TTE PIPE 
& 
FOUNDR
Y, 3357, 
44.0 KV

42764124 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E PIPE & 
FOUNDRY

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2213965 3B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892159 CAPACITO
R BANK 3B, 
0.6 KV, 
900.0 
KVAR

2708117 STATION 
CHARLO
TTE PIPE 
& 
FOUNDR
Y, 3357, 
44.0 KV

42764124 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E PIPE & 
FOUNDRY

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 ON

2215620 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892155 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2708117 STATION 
CHARLO
TTE PIPE 
& 
FOUNDR
Y, 3357, 
44.0 KV

42764124 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E PIPE & 
FOUNDRY

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 ON

2277354 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904165 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2708117 STATION 
CHARLO
TTE PIPE 
& 
FOUNDR
Y, 3357, 
44.0 KV

42764124 NORMAL 
STATION 
INSPECTIO
N -
CHARLOTT
E PIPE & 
FOUNDRY

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2215469 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893243 CAPACITO
R BANK 2B, 
24.0 KV, 
7,200.0 
KVAR

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2215723 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893242 CAPACITO
R BANK 
2A, 24.0 
KV, 6,300.0 
KVAR

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2255115 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859995 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R07

2255151 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859994 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07
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2274559 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901731 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2274878 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902033 BREAKER 
2410, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 00 00 00

2274879 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902034 BREAKER 
2405, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00 00 00

2277437 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904244 BREAKER 
2411, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 00 00 00

2279082 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905751 BREAKER 
2408, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 00 00 00

2279083 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905752 BREAKER 
24AX, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 00 00 00

2279084 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905753 BREAKER 
2412, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00
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2279399 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906049 BREAKER 
2406, 24.0 
KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00

2279442 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906089 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 00 00 00

2279443 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906090 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 00 00 00

2279446 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906093 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708033 STATION 
COFFEY 
CREEK 
RET, 
1658, 
100.0 KV

42763735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 00 00 00

2255318 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860659 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 L08

2255326 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860660 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2274006 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901204 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81
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2274032 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901230 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50

2274033 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901231 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03

2274035 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901233 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20

2274043 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901241 BREAKER 
1201, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06

2274044 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901242 BREAKER 
1211, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93

2274045 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901243 BREAKER 
1210, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68

2274046 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901244 BREAKER 
1203, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19
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2274048 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901245 BREAKER 
1202, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91

2274049 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901246 BREAKER 
1207, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57

2274050 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901247 BREAKER 
1208, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

2274051 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901248 BREAKER 
1204, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79

2274534 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901707 BREAKER 
1205, 
12.47 KV

2709224 STATION 
COMMO
NWEALT
H RET, 
1302, 
100.0 KV

42763423 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84

2443073 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060777 BREAKER 
SUNSET BL, 
100.0 KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2443074 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060783 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0
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2443075 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060776 BREAKER 
SUNSET 
WH, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2443076 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060782 BREAKER 
HOPEWELL 
WH, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2443077 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060775 BREAKER 
SKYBROOK 
WH, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2443079 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060778 BREAKER 
SKYBROOK 
BL, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2443080 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060781 BREAKER 
HOPEWELL 
BL, 100.0 
KV

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2451573 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3060803 CAPACITO
R BANK 01, 
100.0 KV, 
57,000.0 
KVAR

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1081 OFF

2451575 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3060804 CAPACITO
R BANK 02, 
100.0 KV, 
100,800.0 
KVAR

2707973 STATION 
CONLEY 
SW STA, 
1273, 
100.000 
KV

42763652 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1267 OFF
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20350428 LTC TYPE 
VACUUM, 
E

LTC 2861091 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2215838 3A CAPACITO
R

2893156 CAPACITO
R BANK 
3A, 0.0 KV, 
4,200.0 
KVAR

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 OFF

2255081 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2860632 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01

2273006 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900249 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2273008 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900251 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10

2273200 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900435 BREAKER 
2403, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10

2273276 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900511 BREAKER 
2406, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66
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2273746 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900960 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12

2274328 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901509 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2275957 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902883 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2276074 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902997 BREAKER 
2407, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2276092 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903015 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2276096 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903019 BREAKER 
24AX, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2276113 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903035 BREAKER 
2412, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0
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2276114 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903036 BREAKER 
2411, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2276136 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903054 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2397082 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043712 BREAKER 
2404, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2451000 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2860633 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709251 STATION 
DERITA 
RET, 
1621, 
100.0 KV

42762126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

20854522 0406, 
REGULATO
R 1PH, 
PHASE Z, 
2.400 KV, 
2.4 KV, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2894577 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L03

2257277 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894547 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2257280 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894547 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02
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2257281 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894547 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L04

2257282 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894557 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2257284 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894557 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L04

2257285 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894557 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2257301 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894566 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257302 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894566 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257476 0407,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894583 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

M-100 Sub 163 
PSDR2-2



2257477 0407,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894583 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2257478 0407,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894583 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2257479 0408,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894593 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2257480 0408,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894593 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2257481 0408,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894593 REGULATO
R 
0408,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2257555 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894566 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257556 0406,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894577 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03
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2257558 0406,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894577 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2276299 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903208 BREAKER 
BK 1&2 
24KV HT, 
44.0 KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2279156 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905819 BREAKER 
0401, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2279157 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905820 BREAKER 
0402, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0

2279159 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905822 BREAKER 
0403, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2279180 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905843 BREAKER 
04AX, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2279181 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905844 BREAKER 
0406, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0 0 0

M-100 Sub 163 
PSDR2-2



2279182 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905845 BREAKER 
0407, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2279183 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905846 BREAKER 
0408, 4.16 
KV

2707959 STATION 
DILWOR
TH DIST, 
1143, 
44.000 
KV

42765203 NORMAL 
STATION 
INSPECTIO
N -
DILWORTH 
DIST

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

20572652 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902602 BREAKER 
2401, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

20572653 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905666 BREAKER 
2403, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 0 0

20572655 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905667 BREAKER 
2404, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

20572660 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905620 BREAKER 
2405, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0 0 0
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20572701 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2905792 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

20572702 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 1,200.0 
AMPS, 
25.0 KA, 
1.0 CYCLES

CIRCUIT 
BREAKER

2904649 BREAKER 
0401, 4.16 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0 0 0

20572703 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 1,200.0 
AMPS, 
25.0 KA, 
1.0 CYCLES

CIRCUIT 
BREAKER

2904651 BREAKER 
0402, 4.16 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0

20648827 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904675 BREAKER 
1204, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0 0 0

20648893 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904672 BREAKER 
1205, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0 0 0

20648894 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904674 BREAKER 
1207, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0
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20648895 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904671 BREAKER 
1208, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0 0 0

20648896 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904666 BREAKER 
1209, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 0 0

20648897 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904657 BREAKER 
1210, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

20648899 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901787 BREAKER 
1212, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

20648900 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904676 BREAKER 
1206, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0
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20648906 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904670 BREAKER 
1203, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0

20648907 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904650 BREAKER 
0404, 4.16 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0

20649162 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907282 BREAKER 
BUS 4&5 
12.5KV TIE, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

20649164 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907295 BREAKER 
BUS 5&6 
12.5KV TIE, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

20649165 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904673 BREAKER 
12AX, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0
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20649196 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907294 BREAKER 
BK 6 
12.5KV LT, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

20649221 BREAKER 
VAC, ABC 
PH, 17.000 
KV, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907291 BREAKER 
BK 4 
12.5KV LT, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0

2214223 6A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892349 CAPACITO
R BANK 
6A, 12.47 
KV, 3,600.0 
KVAR

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214225 6B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892350 CAPACITO
R BANK 6B, 
12.47 KV, 
3,600.0 
KVAR

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214285 4A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892351 CAPACITO
R BANK 
4A, 12.47 
KV, 3,600.0 
KVAR

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215528 1A CAPACITO
R

2893011 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2215572 3A CAPACITO
R

2893012 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 ON
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2255019 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860565 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2255020 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860564 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2255055 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860563 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

2255098 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860560 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2255100 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860561 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255338 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860562 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2272921 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900168 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 0 0
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2272922 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900169 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 0 0

2274427 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901605 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0 0 0

2274777 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901933 BREAKER 
2411, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0 0 0

2275180 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902281 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0 0

2275186 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902287 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 0 0 0

2275225 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902324 BREAKER 
2409, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 0 0 0

2275658 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902594 BREAKER 
24AX, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0 0
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2275664 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902600 BREAKER 
2408, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 0 0 0

2275837 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902766 BREAKER 
ELIZABETH 
BL SOUTH, 
100.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2275848 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902777 BREAKER 
ELIZABETH 
BL NORTH, 
100.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2275861 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902790 BREAKER 
BK 1,2&3 
100KV HT, 
100.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2275863 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902792 BREAKER 
BK 4&5&6 
100KV HT, 
100.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2276071 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902994 BREAKER 
2410, 24.0 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0 0

2276088 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903011 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0 0
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2277811 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904587 BREAKER 
CBK 6A 
BRK, 12.47 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2277812 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904588 BREAKER 
CBK 4A 
BRK, 12.47 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0

2277897 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904670 BREAKER 
1203, 
12.47 KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0

2414102 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893958 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R04

2416241 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893957 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R06

2416242 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893957 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R05

2416244 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893960 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R05
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2416245 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893957 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R05

2416246 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893960 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

2416249 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893958 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R07

2416250 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893958 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R04

2416251 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893960 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710084 STATION 
ELIZABET
H AVE 
RET, 
1150, 
100.0 KV

42764292 NORMAL 
STATION 
INSPECTIO
N -
ELIZABETH 
AVE RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R05

2214903 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892668 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2708529 STATION 
EMERAL
D 
CAROLIN
A 
CHEMIC
AL LLC, 
3039, 
44.0 KV

42763167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2279554 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906194 BREAKER 
100KV HT, 
100.0 KV

2708035 STATION 
ENERGY
UNITED 
EMC DEL 
19, 1660, 
100.000 
KV

42763717 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0
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2214763 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892581 CAPACITO
R BANK 
1A, 24.0 
KV, 3,000.0 
KVAR

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF

2214768 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892582 CAPACITO
R BANK 
2A, 24.0 
KV, 3,000.0 
KVAR

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 OFF

2255226 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860879 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2255229 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860880 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2275914 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902841 BREAKER 
2405, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2275918 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902845 BREAKER 
2408, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2275920 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902847 BREAKER 
2407, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

M-100 Sub 163 
PSDR2-2



2275921 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902848 BREAKER 
24AX, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2275937 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902864 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2275938 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902865 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2275944 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902871 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

2276106 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903028 BREAKER 
2406, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2277088 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903942 BREAKER 
100KV HT, 
100.0 KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2277183 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904024 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0
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2277185 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904026 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708010 STATION 
FOUR 
SEASONS 
RET, 
1517, 
100.0 KV

42763586 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

2215762 1B,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891434 CAPACITO
R BANK 1B, 
13.2 KV, 
1,800.0 
KVAR

2708160 STATION 
FREIGHT
LINER 
CORP 
MT 
HOLLY 
PL, 3739, 
44.0 KV

42763293 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215857 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891433 CAPACITO
R BANK 
1A, 13.2 
KV, 1,800.0 
KVAR

2708160 STATION 
FREIGHT
LINER 
CORP 
MT 
HOLLY 
PL, 3739, 
44.0 KV

42763293 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2274497 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046045 BREAKER 
GRAHAM 
ST WH, 
100.0 KV

3023551 STATION 
GRAHA
M ST RET 
TAP, 
2684, 
100.0 KV

42761735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2274900 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046044 BREAKER 
GRAHAM 
ST BL, 
100.0 KV

3023551 STATION 
GRAHA
M ST RET 
TAP, 
2684, 
100.0 KV

42761735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2394964 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046043 BREAKER 
100KV BUS 
JCT, 100.0 
KV

3023551 STATION 
GRAHA
M ST RET 
TAP, 
2684, 
100.0 KV

42761735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0
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20589862 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905427 BREAKER 
2410, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

20589863 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906050 BREAKER 
24AX, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

20634141 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905437 BREAKER 
2409, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

20634143 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905355 BREAKER 
2407, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0 0 0

20634145 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906052 BREAKER 
2408, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0

2215676 1A CAPACITO
R

2892174 CAPACITO
R BANK 
1A, 0.0 KV, 
7,200.0 
KVAR

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 OFF
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2255033 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860327 TRANSFOR
MER 
07,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2255034 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860328 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2255043 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2860326 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255200 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861026 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2272886 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900133 BREAKER 
CBK 5A 
BRK, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

2272911 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900158 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2273600 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900820 BREAKER 
BUS 5&6 
24KV TIE, 
24.0 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

M-100 Sub 163 
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2273601 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900821 BREAKER 
BK 6 24KV 
LT, 24.0 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0

2274144 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901338 BREAKER 
0404, 4.16 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0 0

2274151 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901344 BREAKER 
0402, 4.16 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0 0

2275197 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902297 BREAKER 
2406, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0 0

2275207 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902306 BREAKER 
2401, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0 0

2275656 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902592 BREAKER 
2402, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0 0
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2275927 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902854 BREAKER 
2404, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 0 0 0

2276104 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903027 BREAKER 
2403, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0 0

2278734 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905424 BREAKER 
BK 5 24KV 
LT, 24.0 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 0 0

2278735 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905425 BREAKER 
BK 7 24KV 
LT, 24.0 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

2278736 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905426 BREAKER 
BUS 6&7 
24KV TIE, 
24.0 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

2372147 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3033753 BREAKER 
12AX2, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0 0 0

2372148 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904779 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0 0 0
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2372150 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907588 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0

2372153 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3035332 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0

2378092 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904232 BREAKER 
CBK 7A 
BRK, 24.0 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 0 0

2386079 5A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893086 CAPACITO
R BANK 
5A, 24.0 
KV, 7,200.0 
KVAR

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2386085 7A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893087 CAPACITO
R BANK 
7A, 24.0 
KV, 7,200.0 
KVAR

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2404826 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906609 BREAKER 
1205, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 0 0

2404827 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906608 BREAKER 
1206, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0
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2404828 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906737 BREAKER 
12AX 1, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0

2410929 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904318 BREAKER 
1203, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0

2410930 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904293 BREAKER 
1202, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2410931 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901079 BREAKER 
1204, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 0 0

2410932 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906307 BREAKER 
1208, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0

2410933 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906763 BREAKER 
1207, 
12.47 KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0 0 0

2419961 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2860325 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707958 STATION 
GRAHA
M ST 
RET, 
1127, 
100.0 KV

42763429 NORMAL 
STATION 
INSPECTIO
N -
GRAHAM 
ST RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02
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2215182 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892583 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 OFF

2215183 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892584 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215184 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892585 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2215185 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892586 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255126 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860882 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2255138 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860881 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2255140 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860883 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R11
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2273895 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901101 BREAKER 
1203, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2274164 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901357 BREAKER 
12AX, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2274589 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901760 BREAKER 
1209, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2274595 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901766 BREAKER 
1212, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2275116 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901008 BREAKER 
1207, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03

2275410 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902432 BREAKER 
1210, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2275566 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902510 BREAKER 
1205, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0
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2277295 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904112 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2277518 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904323 BREAKER 
1206, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51

2277545 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904346 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95

2277547 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904348 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2277770 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904550 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2277775 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904555 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2277776 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904556 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89
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2277909 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904682 BREAKER 
1213, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279783 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906401 BREAKER 
100KV HT, 
100.0 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2448673 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907057 BREAKER 
1214, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78

2862571 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904549 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2707937 STATION 
HICKORY 
GROVE 
RET, 
1001, 
100.0 KV

42762950 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

20663562 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905985 BREAKER 
2406, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

20663563 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905984 BREAKER 
2405, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0
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20663565 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905983 BREAKER 
2404, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0

20663566 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905982 BREAKER 
2402, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0

20663567 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905981 BREAKER 
2401, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 0 0

2215358 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893402 CAPACITO
R BANK 
3A, 24.0 
KV, 7,200.0 
KVAR

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 ON

2215585 1A CAPACITO
R

2893084 CAPACITO
R BANK 
1A, 0.0 KV, 
7,200.0 
KVAR

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 ON

2215586 1B CAPACITO
R

2893085 CAPACITO
R BANK 1B, 
0.0 KV, 
7,200.0 
KVAR

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 ON

2254992 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860332 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03
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2254994 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860333 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2255363 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861313 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2272884 BREAKER, 
VAC, 24 
KV, 28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900131 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2272928 BREAKER, 
VAC, 24 
KV, 28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900175 BREAKER 
2403, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 0 0

2274106 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901301 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0

2274182 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901374 BREAKER 
2407, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

2274183 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901375 BREAKER 
2408, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0
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2274250 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901439 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0

2274353 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901532 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2274778 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901934 BREAKER 
2411, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0

2274779 BREAKER, 
VAC, 24 
KV, 25.8 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901935 BREAKER 
2412, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0

2274780 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901936 BREAKER 
2413, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 0 0

2274811 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901967 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 0 0

2274812 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901968 BREAKER 
24AX, 24.0 
KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0
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2278498 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905196 BREAKER 
ELIZABETH 
WH N, 
100.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2278500 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905198 BREAKER 
ELIZABETH 
WH S, 
100.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2278774 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905463 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

2278782 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905471 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709252 STATION 
HILL ST 
RET, 
1716, 
100.0 KV

42762983 NORMAL 
STATION 
INSPECTIO
N -HILL ST 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0

2257532 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893481 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257687 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893481 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2258649 2405,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3031701 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08
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2258650 2410,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 432.0 
KVA

REGULATO
R

3058958 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2258672 2405,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3031701 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2258762 2410,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3058958 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2260250 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893481 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2260723 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

3058957 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261682 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

3058957 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261944 2405,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3031701 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03
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2276130 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903048 BREAKER 
2405, 24.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2276309 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903217 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2276360 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903260 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2276928 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903788 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2279723 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906344 BREAKER 
1202, 
12.47 KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2401935 2410,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3058958 REGULATO
R 
2410,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2438589 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058933 BREAKER 
2407, 24.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45
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2438590 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058936 BREAKER 
2410, 24.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64

2438598 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058940 BREAKER 
BUS 3&4 
24KV TIE, 
24.0 KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03

2438599 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058437 BREAKER 
BK 4 24VK 
LT, 24.0 KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78

2438601 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058851 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90

2448924 2407,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 576.0 
KVA

REGULATO
R

3058957 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708019 STATION 
IBM 
CHARLO
TTE PL 
SS, 1571, 
100.0 KV

42765164 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20422010 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2907288 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 00 00 00

20660862 LTC TYPE 
REACTANC
E

LTC 
CONTROL

42393126 TRANSFOR
MER 06, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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20660864 LTC TYPE 
REACTANC
E

LTC 42393125 TRANSFOR
MER 05, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

20660952 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42393127 BREAKER 
24KV BUS 
TIE, 24.000 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00 00 00

20660953 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42393501 BREAKER 
BK 5 LT, 
24.940 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 00 00 00

20660973 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907285 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 00 00 00

20661507 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42393861 BREAKER 
2404, 
24.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 00 00 00
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20661508 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42395147 BREAKER 
ELIZABETH 
WH, 
100.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69

20661636 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42395149 BREAKER 
100KV BUS 
TIE, 
100.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00

20661638 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906503 BREAKER 
1205, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 00 00 00

20661639 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906157 BREAKER 
1206, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 00 00 00

20661640 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907556 BREAKER 
1208, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 00 00 00
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20661641 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901340 BREAKER 
1209, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 00 00 00

20661642 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901342 BREAKER 
1210, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 00 00 00

20661643 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901334 BREAKER 
1211, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 00 00 00

20661644 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900711 BREAKER 
12AX, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 00 00 00

20661728 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42393862 BREAKER 
2408, 
24.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 00 00 00
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20661729 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42395150 BREAKER 
2405, 
24.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 00 00 00

2215678 3A CAPACITO
R

2893081 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2255321 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860547 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2255322 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860549 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2255328 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860548 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2272912 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900159 BREAKER 
CBK 3A 
BRK, 13.0 
KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00 00

2273022 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900261 BREAKER 
1207, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 00 00 00
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2274483 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901658 BREAKER 
ELIZABETH 
BL TAP, 
100.000 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 00

2279011 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905686 BREAKER 
1212, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 00 00 00

2280752 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907283 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 00 00 00

2280758 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907289 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709353 STATION 
KENILW
ORTH 
RET, 
1055, 
100.0 KV

42764287 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 00 00 00

2255046 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 3053181 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L02

2257985 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893737 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2258532 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893737 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09
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2259156 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893896 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2259198 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893896 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2259199 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893895 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259200 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893895 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259212 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893896 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2259214 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893895 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259671 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893778 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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2259672 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893778 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259855 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893778 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2260279 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893737 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2273998 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901196 BREAKER 
1208, 
12.47 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00 00 00

2274036 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901234 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 00 00 00

2274435 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901612 BREAKER 
1207, 
12.47 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 00 00 00

2274851 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902006 BREAKER 
1205, 
12.47 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 00 00 00
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2274852 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902007 BREAKER 
1206, 
12.47 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 00 00 00

2415497 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053301 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 00 00 00

2415499 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3053302 BREAKER 
2402, 24.0 
KV

2708709 STATION 
KUDZU 
RET, 
2015, 
100.0 KV

42764362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 00 00 00

2255375 1209,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 1,000.0 
KVA

REGULATO
R

2893691 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2255398 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893689 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2255680 1206,REGU
LATOR 
3PH, 13.2 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893681 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2255855 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2893642 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08
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2255857 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2893642 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2256097 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2893646 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2256112 0403,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2893647 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2257278 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893649 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2257283 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893649 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2257474 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893649 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2258886 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893675 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05
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2258940 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893698 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2258941 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893698 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2258977 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893675 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2258993 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893675 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2259318 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893698 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2274052 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901249 BREAKER 
1209, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0 0

2274059 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901256 BREAKER 
1210, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0 0

M-100 Sub 163 
PSDR2-2



2274442 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901618 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2275461 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903714 BREAKER 
BK 4&5 
100KV HT, 
100.0 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2277432 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904239 BREAKER 
BK 4 
12.5KV LT, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

2277751 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904533 BREAKER 
0401, 4.16 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0 0 0

2277753 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904534 BREAKER 
0402, 4.16 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0

2277754 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904535 BREAKER 
0403, 4.16 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 0 0

2277756 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904537 BREAKER 
0404, 4.16 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0

M-100 Sub 163 
PSDR2-2



2277890 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904663 BREAKER 
12AX, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0 0 0

2279625 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906257 BREAKER 
1206, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0 0 0 0

2280184 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906762 BREAKER 
1205, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0 0

2280408 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906968 BREAKER 
1208, 
12.47 KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0 0 0 0

2416257 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893642 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709230 STATION 
LAKEWO
OD RET, 
1546, 
100.0 KV

42764280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2274958 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902103 BREAKER 
PCB 23, 
230.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274959 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902104 BREAKER 
PCB 13, 
230.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

M-100 Sub 163 
PSDR2-2



2274965 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902110 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2276182 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903100 BREAKER 
LAKEWOO
D WH, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2276185 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903103 BREAKER 
LAKEWOO
D BL, 100.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2277277 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904097 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277278 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904098 BREAKER 
DILWORTH
, 44.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2278570 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905266 BREAKER 
WATERWO
RKS, 44.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278571 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905267 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

M-100 Sub 163 
PSDR2-2



2278572 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905268 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2278573 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905269 BREAKER 
P&N, 44.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2278574 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905270 BREAKER 
SPURRIER, 
44.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2433955 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904965 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2433958 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904963 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2433959 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904964 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2441316 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905024 BREAKER 
PCB 25, 
230.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

M-100 Sub 163 
PSDR2-2



2829787 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903095 BREAKER 
LONG 
CREEK WH, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2829801 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903099 BREAKER 
OAKLAWN 
BL, 100.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2829803 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903102 BREAKER 
OAKLAWN 
WH, 100.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2829804 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903098 BREAKER 
GRAHAM 
ST BL, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2829809 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903101 BREAKER 
LONG 
CREEK BL, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

M-100 Sub 163 
PSDR2-2



2843492 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903097 BREAKER 
GRAHAM 
ST WH, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2843493 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903105 BREAKER 
RIVERBEN
D BL, 100.0 
KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2843495 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903096 BREAKER 
RIVERBEN
D WH, 
100.0 KV

2709200 STATION 
LAKEWO
OD TIE, 
1219, 
230.0 KV

42762114 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2258967 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893904 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2258968 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893904 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258969 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893905 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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2259097 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893905 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2259114 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893905 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2259136 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893904 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2274908 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902058 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 00 00 00

2274975 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902120 BREAKER 
1201, 13.0 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00 00 00

2274976 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902121 BREAKER 
1204, 13.0 
KV

2709529 STATION 
LEAFCRE
ST RET, 
2614, 
100.0 KV

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00

20617665 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42279560 BREAKER 
PCB 1, 
245.000 
KV, PCB 1

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0
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20617666 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280995 BREAKER 
PCB 4, 
245.000 
KV, PCB 4

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

20617667 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280996 BREAKER 
PCB 5, 
245.000 
KV, PCB 5

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

20617668 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280997 BREAKER 
PCB 14, 
245.000 
KV, PCB 14

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

20617669 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280998 BREAKER 
PCB 15, 
245.000 
KV, PCB 15

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2278827 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905507 BREAKER 
PCB 3, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0
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2278828 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905508 BREAKER 
PCB 2, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2278829 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905509 BREAKER 
PCB 12, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2278830 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905510 BREAKER 
PCB 11, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2278831 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905511 BREAKER 
PCB 13, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2278833 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905513 BREAKER 
PCB 22, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0
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2278834 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905514 BREAKER 
PCB 21, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

42761765 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2 0

20617665 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42279560 BREAKER 
PCB 1, 
245.000 
KV, PCB 1

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 09 0

20617666 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280995 BREAKER 
PCB 4, 
245.000 
KV, PCB 4

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 25 0

20617667 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280996 BREAKER 
PCB 5, 
245.000 
KV, PCB 5

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 38 0

20617668 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280997 BREAKER 
PCB 14, 
245.000 
KV, PCB 14

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 09 0
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20617669 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42280998 BREAKER 
PCB 15, 
245.000 
KV, PCB 15

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 64 0

2278827 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905507 BREAKER 
PCB 3, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 60 0

2278828 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905508 BREAKER 
PCB 2, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 65 0

2278829 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905509 BREAKER 
PCB 12, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 22 0

2278830 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905510 BREAKER 
PCB 11, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 82 0

M-100 Sub 163 
PSDR2-2



2278831 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905511 BREAKER 
PCB 13, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 94 0

2278833 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905513 BREAKER 
PCB 22, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 17 0

2278834 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905514 BREAKER 
PCB 21, 
230.0 KV

2711146 STATION 
LINCOLN 
COMBUS
TION 
TURB 
YARD, 
1736, 
230.0 KV

43130865 NORMAL 
STATION 
INSPECTIO
N -
LINCOLN 
COMBUSTI
ON TURB 
YARD

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 02 0

20774869 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906122 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 00 00 00 00

20774870 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906123 BREAKER 
BUS 1&2 
12KV TIE, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 00 00 00 00

20774871 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906124 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 00 00 00 00
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20774872 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905579 BREAKER 
1210, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 00 00 00 00

2255234 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859507 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2255237 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859508 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2274310 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

3052452 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 00 00 00

2275052 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902187 BREAKER 
1212, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 00 00 00

2275070 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902205 BREAKER 
100KV HT, 
100.0 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 00

2275120 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902232 BREAKER 
12AX, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00 00 00 00

M-100 Sub 163 
PSDR2-2



2275340 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902402 BREAKER 
1206, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 00 00 00 00

2275345 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902407 BREAKER 
1211, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 00 00 00 00

2275348 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902410 BREAKER 
1205, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0 00

2275488 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032485 BREAKER 
1207, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 00 00 00

2275489 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032506 BREAKER 
1208, 
12.47 KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 00 00 00

2415500 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3052453 BREAKER 
2413, 24.0 
KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 00 00 00

2415501 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3052460 BREAKER 
2414, 24.0 
KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00 00 00
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2441282 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3052455 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707999 STATION 
LITTLE 
ROCK 
RET, 
1450, 
100.0 KV

42763415 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2259203 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893885 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259254 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893885 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2259341 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893884 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2259342 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893884 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2259343 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893884 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2259370 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893885 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01
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2274857 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902012 BREAKER 
1208, 
12.47 KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2274858 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902013 BREAKER 
1207, 
12.47 KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0

2274868 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902023 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2274898 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902050 BREAKER 
100KV HT, 
100.0 KV

2710085 STATION 
LUMBER 
LANE 
RET, 
2619, 
100.0 KV

42762934 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2213839 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892561 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2213840 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892563 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214452 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892560 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2214926 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892562 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255037 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,645.0 
AMPS

LTC 2860434 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2255038 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,645.0 
AMPS

LTC 2860433 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2274162 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901355 BREAKER 
12AX, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2274592 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901763 BREAKER 
1207, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2274763 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901922 BREAKER 
1208, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2274781 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901937 BREAKER 
1211, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0
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2276220 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903137 BREAKER 
1209, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17

2277618 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904410 BREAKER 
1210, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15

2277638 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904430 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94

2279493 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906136 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84

2279494 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906137 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279495 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906138 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18

2279974 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906577 BREAKER 
1205, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0
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2280169 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906748 BREAKER 
1206, 
12.47 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2280561 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907108 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2433459 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906395 BREAKER 
100KV HT, 
100.0 KV

2709194 STATION 
MALLAR
D CREEK 
RET, 
1040, 
100.000 
KV

42762532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2399207 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892806 CAPACITO
R BANK 
1A, 2.4 KV, 
2,400.0 
KVAR

2708223 STATION 
MARTIN-
MARIETT
A 
CHARLO
TTE Q, 
4220, 
44.0 KV

42762188 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 ON

20363903 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906094 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49

20363909 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906103 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41

M-100 Sub 163 
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20363910 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906088 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2215792 1A CAPACITO
R

2893167 CAPACITO
R BANK 
1A, 0.0 KV, 
7,200.0 
KVAR

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 OFF

2215793 3A CAPACITO
R

2893180 CAPACITO
R BANK 
3A, 0.0 KV, 
7,200.0 
KVAR

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 OFF

2255094 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,298.0 
AMPS

LTC 2860895 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2255263 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860896 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2255281 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2860894 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2273198 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900433 BREAKER 
2408, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83

M-100 Sub 163 
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2273237 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900472 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21

2273238 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900473 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

2275033 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902169 BREAKER 
2409, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84

2275043 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902178 BREAKER 
2406, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2275044 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902179 BREAKER 
24AX, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20

2275045 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902180 BREAKER 
2405, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60

2276099 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903022 BREAKER 
2411, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92

M-100 Sub 163 
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2276103 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903026 BREAKER 
2407, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07

2277005 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903861 BREAKER 
100KV HT, 
100.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 00

2279141 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905804 BREAKER 
2412, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19

2438600 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906106 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

2447766 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906105 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2456790 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903021 BREAKER 
2410, 24.0 
KV

2707993 STATION 
MATTHE
WS RET, 
1398, 
100.0 KV

42764273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21

20738037 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903917 BREAKER 
100KV HT, 
100.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26

M-100 Sub 163 
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2214199 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892186 CAPACITO
R BANK 
3A, 24.0 
KV, 3,600.0 
KVAR

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214200 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892340 CAPACITO
R BANK 3B, 
24.0 KV, 
3,600.0 
KVAR

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215681 2A CAPACITO
R

2893056 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255017 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860541 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2255327 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860539 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R06

2255341 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860540 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L03

2272927 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900174 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

M-100 Sub 163 
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2273720 BREAKER,  
OIL,  
Unknown 
PH,  24 KV,  
25.8 KV,  
600 AMPS,  
6.3 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900935 BREAKER 
2410, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24

2274167 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 600 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901360 BREAKER 
2412, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91

2274246 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901435 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86

2274361 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
6.3 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901540 BREAKER 
2415, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25

2274564 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
6.3 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901736 BREAKER 
2407, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51

2274970 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902115 BREAKER 
2408, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

2275170 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902271 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35

M-100 Sub 163 
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2275172 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902273 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83

2275187 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902288 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70

2275188 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902289 BREAKER 
2414, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27

2275239 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901117 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2277187 BREAKER, 
OIL, 
Unknown 
PH, 33 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904027 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59

2278129 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904873 BREAKER 
24AX, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45

2458986 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904029 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00
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2848219 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892184 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2848220 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892185 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2710096 STATION 
MCALPI
NE 
CREEK 
RET, 
1091, 
100.0 KV

42763310 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 OFF

2259415 2408,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893824 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259416 2408,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893824 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2259417 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893823 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259419 2408,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893824 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2259554 2407,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893823 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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2259622 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893823 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2274349 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901528 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0

2274355 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901534 BREAKER 
2408, 24.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 0 0

2274356 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901535 BREAKER 
2407, 24.0 
KV

2711169 STATION 
MINI 
RANCH 
RET, 
2046, 
100.0 KV

42764635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0

2279713 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906336 BREAKER 
MONROE 
CITY DEL 3 
BL TAP, 
100.0 KV

2708020 STATION 
MONRO
E CITY 
DEL 3, 
1575, 
100.0 KV

42763395 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2280033 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906627 BREAKER 
MONROE 
CITY DEL 3 
WH TAP, 
100.0 KV

2708020 STATION 
MONRO
E CITY 
DEL 3, 
1575, 
100.0 KV

42763395 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2278382 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905088 BREAKER 
MONROE 
CITY DEL 4 
BL TAP, 
100.0 KV

2708057 STATION 
MONRO
E CITY 
DEL 4, 
1756, 
100.0 KV

42761864 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0
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2278787 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905475 BREAKER 
MONROE 
CITY DEL 4 
WH TAP, 
100.0 KV

2708057 STATION 
MONRO
E CITY 
DEL 4, 
1756, 
100.0 KV

42761864 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2213856 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892859 CAPACITO
R BANK 
3A, 12.47 
KV, 4,200.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 OFF

2213857 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892860 CAPACITO
R BANK 3B, 
12.47 KV, 
4,200.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 OFF

2214279 07,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892861 CAPACITO
R BANK 07, 
100.0 KV, 
62,400.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214401 08,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892862 CAPACITO
R BANK 08, 
100.0 KV, 
62,400.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214639 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892863 CAPACITO
R BANK 05, 
100.0 KV, 
43,200.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 ON

2214640 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892864 CAPACITO
R BANK 06, 
100.0 KV, 
43,200.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215746 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892867 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2255613 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894075 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2257981 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894076 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2258863 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894077 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2259179 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894077 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2260067 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894076 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260072 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894076 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260084 2404,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894078 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08
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2260508 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894077 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2273339 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900570 BREAKER 
CBK 1 BRK, 
44.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2274241 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901430 BREAKER 
GOLD 
MINE 
100KV HT, 
100.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2275426 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900835 BREAKER 
24AX, 24.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2275427 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900816 BREAKER 
2402, 24.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72

2275428 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901449 BREAKER 
2403, 24.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 0 0

2275429 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900829 BREAKER 
2404, 24.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59
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2275490 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904899 BREAKER 
1201, 
12.47 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2275491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903063 BREAKER 
1202, 
12.47 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0

2276045 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902969 BREAKER 
ROCKY 
RIVER WH, 
100.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2276046 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902970 BREAKER 
ROCKY 
RIVER BL, 
100.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2276469 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903358 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2276739 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903614 BREAKER 
UNION 
EMC DEL 1, 
44.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276850 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903713 BREAKER 
CBK 7&8 
BRK, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0
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2276856 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903719 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2276861 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903724 BREAKER 
INDIAN 
TRAIL BL, 
100.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2276880 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903742 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2277054 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903910 BREAKER 
MONROE 
BL, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2277081 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903937 BREAKER 
INDIAN 
TRAIL WH, 
100.0 KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2277082 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903938 BREAKER 
MONROE 
WH, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2277372 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904181 BREAKER 
UNION 
EMC DEL 
13, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0
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2278052 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904806 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0 0

2368513 2404,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894078 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2368514 2404,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894078 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2450625 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906852 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2709193 STATION 
MONRO
E MN, 
1284, 
100.0 KV

42762217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2213952 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892567 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2213953 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892568 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2213954 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892569 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 OFF
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2214857 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892566 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255123 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860443 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2255225 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860444 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2255305 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860442 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L06

2273173 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900410 BREAKER 
1207, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90

2273175 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900412 BREAKER 
1206, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75

2273176 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900413 BREAKER 
1205, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08
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2273190 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900425 BREAKER 
1208, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59

2274560 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901732 BREAKER 
100KV HT, 
100.0 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 00

2277761 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904541 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44

2277764 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904544 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51

2278017 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904776 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97

2278028 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904785 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2278065 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904817 BREAKER 
12AX, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95
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2278072 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904821 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

2278091 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904839 BREAKER 
1203, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76

2280591 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907133 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92

2280595 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907136 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2447384 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903220 BREAKER 
1201, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81

2447387 BREAKER 
VAC, 
UNKNOW
N PH, 12.5 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904696 BREAKER 
1212, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91
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2448674 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906302 BREAKER 
1204, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76

2448676 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906758 BREAKER 
1202, 
12.47 KV

2707956 STATION 
MONRO
E RD 
RET, 
1123, 
100.000 
KV

42764549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66

20364824 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906096 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00 00 00

20364827 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2906095 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 00 00 00

20432778 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 1,200.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

41879023 BREAKER 
2406, 
24.000 KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00

2214144 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891960 CAPACITO
R BANK 
1A, 24.0 
KV, 2,400.0 
KVAR

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214145 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891961 CAPACITO
R BANK 
2A, 24.0 
KV, 2,400.0 
KVAR

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

M-100 Sub 163 
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2255111 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860263 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L04

2255202 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860262 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

2275242 BREAKER, 
VAC, XYZ 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904033 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00 00 00

2275243 BREAKER, 
VAC, XYZ 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904032 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 00 00 00

2275931 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902858 BREAKER 
2408, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 00 00 00

2275935 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902862 BREAKER 
2407, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 00 00 00 00

2275947 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902873 BREAKER 
2403, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 00 00 00 00

M-100 Sub 163 
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2275961 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902886 BREAKER 
2404, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 00 00 00

2275963 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902888 BREAKER 
2410, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 00 00 00 00

2276087 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903010 BREAKER 
2405, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 00 00 00

2277089 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903943 BREAKER 
100KV HT, 
100.0 KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2279050 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905722 BREAKER 
2409, 24.0 
KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 00 00 00

2438597 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 24 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906064 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708007 STATION 
MONTCL
AIRE 
RET, 
1508, 
100.0 KV

42764247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 00 00 00

2215298 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3031355 CAPACITO
R BANK 03, 
100.0 KV, 
100,800.0 
KVAR

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 OFF
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2215453 5B CAPACITO
R

2893454 CAPACITO
R BANK 5B, 
0.0 KV, 
7,200.0 
KVAR

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215489 5A CAPACITO
R

2893453 CAPACITO
R BANK 
5A, 0.0 KV, 
7,200.0 
KVAR

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215617 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892591 CAPACITO
R BANK 01, 
100.0 KV, 
100,800.0 
KVAR

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 ON

2215835 02 CAPACITO
R

2893327 CAPACITO
R BANK 02, 
0.0 KV, 
108,000.0 
KVAR

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2255245 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861214 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2255284 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861301 TRANSFOR
MER 
06,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01
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2273608 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900828 BREAKER 
BK 5 24KV 
LT, 24.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

2273740 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900954 BREAKER 
2403, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 0 0

2273741 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900955 BREAKER 
2402, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

2273742 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900956 BREAKER 
2401, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 0 0

2273743 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

3015833 BREAKER 
24AX, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0

2274893 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902046 BREAKER 
BUS 5&6 
24KV TIE, 
24.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0

M-100 Sub 163 
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2274894 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902047 BREAKER 
BK 6 24KV 
LT, 24.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0

2275325 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015825 BREAKER 
2405, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 0 0

2275326 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902398 BREAKER 
2406, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0 0 0

2275327 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902399 BREAKER 
2408, 24.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 0 0

2278766 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905455 BREAKER 
CBK 1 BRK, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2278788 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905476 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2279551 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906191 BREAKER 
PCB 16, 
230.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0
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2279560 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906200 BREAKER 
WEDDING
TON WH, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2279601 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906239 BREAKER 
CLEAR 
CREEK BL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2279648 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906277 BREAKER 
CLEAR 
CREEK WH, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2279833 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906446 BREAKER 
IDLEWILD 
WH, 100.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2280116 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906703 BREAKER 
IDLEWILD 
BL, 100.0 
KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2280264 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906837 BREAKER 
INDIAN 
TRAIL BL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2280376 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906940 BREAKER 
INDIAN 
TRAIL WH, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0
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2280470 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907027 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2280547 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907094 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2280722 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907253 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2280933 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907453 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2280997 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907509 BREAKER 
WEDDING
TON BL, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2415269 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907239 BREAKER 
BK 5&6 
100KV HT, 
100.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2419563 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904992 BREAKER 
PCB 15, 
230.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0
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2419564 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905006 BREAKER 
PCB 24, 
230.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2419565 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904977 BREAKER 
PCB 25, 
230.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2419566 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904990 BREAKER 
PCB 26, 
230.0 KV

2711243 STATION 
MORNIN
G STAR 
TIE, 
1593, 
230.0 KV

42764141 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

20866922 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906270 BREAKER 
EAST 
RIVER, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274295 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901481 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274296 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901482 BREAKER 
P&N, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



2274297 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901483 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274298 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901484 BREAKER 
SPURRIER, 
44.0 KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278845 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905525 BREAKER 
FERRY, 
44.0 KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

42761879 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20866922 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906270 BREAKER 
EAST 
RIVER, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 32 0 0 0 0

2274295 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901481 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 07 0

M-100 Sub 163 
PSDR2-2



2274296 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901482 BREAKER 
P&N, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 24 0

2274297 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901483 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 32 0

2274298 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901484 BREAKER 
SPURRIER, 
44.0 KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 08 0

2278845 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905525 BREAKER 
FERRY, 
44.0 KV

2708407 STATION 
MOUNT
AIN 
ISLAND 
HYDRO, 
1238, 
72.000 
KV

43130833 NORMAL 
STATION 
INSPECTIO
N - 
MOUNTAI
N ISLAND 
HYDRO

CLOSE TD-NC-SC DEC CWS25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 68 0

20570625 BREAKER 
VAC, ABC 
PH, 12.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904322 BREAKER 
1203, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34
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20570626 BREAKER 
VAC, ABC 
PH, 12.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905960 BREAKER 
1204, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

20570629 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903231 BREAKER 
0406, 4.16 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

20570630 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905075 BREAKER 
0405, 4.16 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27

20570631 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904668 BREAKER 
0404, 4.16 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30

20570633 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901460 BREAKER 
0403, 4.16 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57

20570635 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902697 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32
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20570636 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905022 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61

20628813 1204, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893974 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

20628815 1204, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893974 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

20628816 1204, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893974 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2214276 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892357 CAPACITO
R BANK 
3A, 12.47 
KV, 1,200.0 
KVAR

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 OFF

2215786 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893171 CAPACITO
R BANK 
2A, 13.0 
KV, 5,400.0 
KVAR

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49

2215787 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893170 CAPACITO
R BANK 
1A, 13.0 
KV, 5,400.0 
KVAR

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 OFF

2255403 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893972 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01
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2255410 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893973 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2255435 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2893971 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2256299 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893967 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2256300 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893967 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2256577 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893967 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R12

2257336 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893979 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257719 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893976 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10
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2257735 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893971 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2257755 0406,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893970 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2258667 0406,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893970 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2258874 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893969 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R12

2258919 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893969 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2258920 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893969 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R12

2258960 0406,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893970 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R09

M-100 Sub 163 
PSDR2-2



2260062 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893979 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260825 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893978 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2260839 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893978 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 NA

2261001 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893978 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2273189 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900424 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65

2273191 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900426 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49

2273224 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900459 BREAKER 
04AX, 4.16 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15
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2273225 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900460 BREAKER 
1208, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21

2273226 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900461 BREAKER 
1207, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29

2273227 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900462 BREAKER 
1206, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41

2273228 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900463 BREAKER 
1202, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87

2273230 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900465 BREAKER 
1201, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72

2273652 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900871 BREAKER 
1205, 
12.47 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18

2275453 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902447 BREAKER 
CBK 
3A&3B 
BRK, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70
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2275893 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902821 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2275945 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902872 BREAKER N 
CHARLOTT
E BL, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2278462 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905161 BREAKER 
ELIZABETH 
BL, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2279824 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906437 BREAKER 
OAKLAWN 
BL, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

2280109 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906696 BREAKER 
OAKLAWN 
WH, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2280258 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906831 BREAKER 
ELIZABETH 
WH, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2280370 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906934 BREAKER N 
CHARLOTT
E WH, 
100.0 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0
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2280465 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907022 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2280545 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907092 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2417719 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893968 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2417720 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893968 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2421463 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893968 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2447079 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893975 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

2448211 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893975 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06
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2448223 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893979 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2448233 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893975 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708451 STATION 
N 
CHARLO
TTE RET, 
1299, 
100.0 KV

42763532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

20628819 1205, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2893544 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2258882 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893944 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258894 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893944 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2258896 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893944 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260112 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893542 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L06

2260113 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02
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2260574 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893542 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L05

2260575 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893542 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L03

2261742 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2261743 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2261744 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893544 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261746 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893544 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2261747 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893545 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02
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2261748 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893545 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261749 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893545 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2273026 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900265 BREAKER 
1205, 
12.47 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0

2273027 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900266 BREAKER 
1206, 
12.47 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0

2273083 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900321 BREAKER 
1202, 
12.47 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 0 0

2273096 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900334 BREAKER 
1201, 
12.47 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2273347 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900577 BREAKER 
BUS 1&2 
12KV TIE, 
13.0 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 0 0
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2273348 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900578 BREAKER 
BK 1 
12.5KV LT, 
13.0 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 0 0

2273349 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900579 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2275368 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902420 BREAKER 
1204, 13.0 
KV

2708724 STATION 
N 
STANLEY 
RET, 
1768, 
100.0 KV

42762900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 0 0

2215387 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893375 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2710836 STATION 
NATION
AL 
GYPSUM
, 5294, 
44.0 KV

42764943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 ON

2215388 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893376 CAPACITO
R BANK 1B, 
4.16 KV, 
2,400.0 
KVAR

2710836 STATION 
NATION
AL 
GYPSUM
, 5294, 
44.0 KV

42764943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 ON

2274480 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901655 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2710836 STATION 
NATION
AL 
GYPSUM
, 5294, 
44.0 KV

42764943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 0 0

20174769 LTC TYPE 
VACUUM, 
22.400 KV, 
U, 100.0 
AMPS

LTC 3080155 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10
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20350742 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41673989 BREAKER 
2403, 
24.000 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 00 00 00

20774633 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906977 BREAKER 
1214, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 00 00 00 00

20774634 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906214 BREAKER 
1201, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 00 00 00 00

20774635 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906169 BREAKER 
1203, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 00 00 00 00

20774636 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907478 BREAKER 
1202, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 00 00 00 00

20774637 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903192 BREAKER 
1204, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 00 00 00 00

20774638 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2901206 BREAKER 
1205, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 00 00 00 00
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20774639 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2904335 BREAKER 
1206, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 00 00 00 00

2213915 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892169 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2214787 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892171 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2214788 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892172 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2255069 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860321 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2255070 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860322 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

2255073 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860320 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2273377 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900606 BREAKER 
1212, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 00 00 00 00
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2273381 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900610 BREAKER 
1211, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 00 00 00 00

2274161 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901354 BREAKER 
12AX, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 00 00 00 00

2278179 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904922 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00 00 00 00

2278598 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905292 BREAKER 
SHARON 
WH, 100.0 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2278979 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905654 BREAKER 
1213, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 00 00 00

2279662 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906290 BREAKER 
SHARON 
BL, 100.0 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00

2279665 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906292 BREAKER 
CELANESE 
FIBER 
TECH 
CENTER 
TAP, 100.0 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00
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2280569 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907114 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 00 00 00

2280574 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907119 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00 00 00

2443148 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904187 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 00 00 00

2451599 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080154 BREAKER 
BK 4 24 KV 
LT, 24.0 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 00 00 00

2456565 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081017 BREAKER 
2401, 
24.000 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 00 00 00

2456568 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081018 BREAKER 
2402, 
24.000 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 00 00 00

2458045 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3157904 BREAKER 
1208, 13.0 
KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 00 00 00
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2830554 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904925 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 00 00 00

2830556 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3157945 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 00 00 00

2842110 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904921 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707960 STATION 
PARK RD 
RET, 
1145, 
100.000 
KV

42764979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 00 00 00

2214423 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892775 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2707980 STATION 
PARKDA
LE AMER 
PL 21 
T&D, 
1309, 
100.0 KV

42765124 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215708 1D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893048 CAPACITO
R BANK 
1D, 12.47 
KV, 5,400.0 
KVAR

2707980 STATION 
PARKDA
LE AMER 
PL 21 
T&D, 
1309, 
100.0 KV

42765124 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215709 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892777 CAPACITO
R BANK 1C, 
12.47 KV, 
5,400.0 
KVAR

2707980 STATION 
PARKDA
LE AMER 
PL 21 
T&D, 
1309, 
100.0 KV

42765124 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2277682 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904470 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2707980 STATION 
PARKDA
LE AMER 
PL 21 
T&D, 
1309, 
100.0 KV

42765124 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

2279096 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905764 BREAKER 
CBK 
1C&1D 
BRK, 12.47 
KV

2707980 STATION 
PARKDA
LE AMER 
PL 21 
T&D, 
1309, 
100.0 KV

42765124 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

2215788 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893262 CAPACITO
R BANK 
1A, 24.0 
KV, 5,400.0 
KVAR

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 OFF

2215906 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893263 CAPACITO
R BANK 
3A, 24.0 
KV, 5,400.0 
KVAR

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 OFF

2255364 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2858078 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2255366 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861055 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2273725 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900940 BREAKER 
2409, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46
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2274177 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901369 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05

2274178 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901370 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12

2274179 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901371 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25

2274186 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901378 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82

2274187 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901379 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2274419 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901597 BREAKER 
2404, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2274457 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901633 BREAKER 
24AX, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01
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2279376 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906026 BREAKER 
2405, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

2279377 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906027 BREAKER 
2403, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20

2279382 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906032 BREAKER 
2406, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44

2447763 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063981 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34

2447765 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063980 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2448103 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063979 BREAKER 
2413, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09

2448688 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063978 BREAKER 
2412, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49
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2451544 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063977 BREAKER 
2411, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

2454730 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 3063982 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708056 STATION 
PIPER 
GLEN 
RET, 
1754, 
100.0 KV

42764427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

20857770 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900491 BREAKER 
2407, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14

2215459 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893432 CAPACITO
R BANK 
3A, 24.0 
KV, 
14,400.0 
KVAR

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215460 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893433 CAPACITO
R BANK 3B, 
24.0 KV, 
14,400.0 
KVAR

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215559 1A CAPACITO
R

2893082 CAPACITO
R BANK 
1A, 0.0 KV, 
6,300.0 
KVAR

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215560 1B CAPACITO
R

2893083 CAPACITO
R BANK 1B, 
0.0 KV, 
7,200.0 
KVAR

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255149 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,296.0 
AMPS

LTC 2860441 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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2255266 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861144 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2272885 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900132 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273461 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900686 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2273462 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900687 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07

2275036 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902171 BREAKER 
2405, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60

2278733 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905423 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38

2279142 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905805 BREAKER 
2401, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61
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2279143 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905806 BREAKER 
2402, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44

2279145 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905808 BREAKER 
2404, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2279397 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906047 BREAKER 
24AX, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49

2280237 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906811 BREAKER 
100KV HT, 
100.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2451548 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081304 BREAKER 
2411, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64

2451595 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081300 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47

2451597 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081301 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38
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2456563 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081303 BREAKER 
2410, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71

2456564 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081305 BREAKER 
2412, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53

2842278 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3081265 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708041 STATION 
PROVOL 
RET, 
1682, 
100.0 KV

42763973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2215444 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893289 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215445 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893288 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255319 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860617 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R06

2255330 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860618 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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2274438 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901615 BREAKER 
1208, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2277002 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903858 BREAKER 
100KV HT, 
100.0 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2277410 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904217 BREAKER 
1206, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0

2277862 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904635 BREAKER 
1203, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 0 0

2277863 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904636 BREAKER 
12AX, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 0 0

2277866 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904639 BREAKER 
1210, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

2277871 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904644 BREAKER 
1209, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0
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2277875 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904648 BREAKER 
1204, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2279295 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905953 BREAKER 
1205, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0 0 0

2280741 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907272 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2280742 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907273 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

2280780 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907311 BREAKER 
BUS 1&2 
12.5KV TIE, 
4.16 KV

2708012 STATION 
RANKIN 
AVE RET, 
1523, 
100.0 KV

42764153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0 0 0

2215604 2A CAPACITO
R

2893182 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 OFF

2215842 1A CAPACITO
R

2893183 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2215843 1B CAPACITO
R

2893184 CAPACITO
R BANK 1B, 
0.0 KV, 
4,200.0 
KVAR

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255025 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860545 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2255168 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860546 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01

2255239 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861232 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L07

2273255 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900490 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04

2273257 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900492 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273730 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900944 BREAKER 
2413, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47
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2273731 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900945 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73

2273732 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900946 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79

2273733 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900947 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2273734 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900948 BREAKER 
2414, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63

2273735 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900949 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58

2273736 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900950 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85

2275169 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902270 BREAKER 
2408, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18

M-100 Sub 163 
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2279326 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905980 BREAKER 
2401, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50

2279338 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905992 BREAKER 
2402, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94

2279375 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906025 BREAKER 
2407, 24.0 
KV

2708050 STATION 
REAMES 
RD RET, 
1728, 
100.0 KV

42762914 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60

2255105 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859899 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2255108 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859900 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2272834 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900086 BREAKER 
LAKEWOO
D BL S, 
100.0 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 00

2272938 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900185 BREAKER 
LAKEWOO
D BL N, 
100.0 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 00
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2274652 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901820 BREAKER 
1210, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00 00 00 00

2274671 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901837 BREAKER 
1203, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 1 00 00 00

2274999 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902141 BREAKER 
1204, 13.0 
KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 00 00 00

2275061 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902196 BREAKER 
SOUTHERN 
METALS 
TAP, 100.0 
KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 00

2277959 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904729 BREAKER 
1211, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 00 00 00 00

2278074 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904822 BREAKER 
12AX, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 00 00 00 00

2279503 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906146 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 00 00 00
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2279504 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906147 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 00 00 00

2279505 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906148 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 00 00 00

2279952 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906556 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 00

2280118 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906705 BREAKER 
1214, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 00 00 00 00

2280135 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906719 BREAKER 
1213, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00 00 00 00

2280238 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906812 BREAKER 
1205, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 00 00 00 00

2280320 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906885 BREAKER 
1206, 
12.47 KV

2707962 STATION 
REMOU
NT RD 
RET, 
1173, 
100.000 
KV

42763594 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 00 00 00 00
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2215238 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893313 CAPACITO
R BANK 05, 
100.0 KV, 
100,800.0 
KVAR

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215258 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893312 CAPACITO
R BANK 06, 
100.0 KV, 
100,800.0 
KVAR

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215574 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892971 CAPACITO
R BANK 01, 
44.0 KV, 
46,800.0 
KVAR

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2272917 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900164 BREAKER 
CBK 1 BRK, 
44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276730 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903605 BREAKER 
HUNTERSV
ILLE LINE, 
44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276731 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903606 BREAKER 
LUCIA NO 
2, 44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0
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2276732 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903607 BREAKER 
EAST 
RIVER, 44.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276735 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903610 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276736 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903611 BREAKER 
WEST 
RIVER 
(P&N), 
44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276737 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903612 BREAKER 
LOWE, 
44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276738 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903613 BREAKER 
SOUTH 
FORK NO 
2, 44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0
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2276771 BREAKER 
OIL, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
29.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903645 BREAKER 
LUCIA NO 
1, 44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2278688 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905380 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2278690 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2905382 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2279562 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906201 BREAKER 
SAMPSON 
WH, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2279603 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906240 BREAKER 
DUTCHMA
N BL, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

M-100 Sub 163 
PSDR2-2



2280475 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907032 BREAKER 
PINOCA 
WH, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2280551 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907098 BREAKER 
DUTCHMA
N WH, 
230.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2280552 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907099 BREAKER 
PINOCA 
BL, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2280881 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907406 BREAKER 
NORMAN 
BL, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2280882 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907407 BREAKER 
SAMPSON 
BL, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

M-100 Sub 163 
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2280938 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907458 BREAKER 
STEMMON
S BL, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2280939 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907459 BREAKER 
STEMMON
S WH, 
230.0 KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2281004 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907516 BREAKER 
NORMAN 
WH, 230.0 
KV

2711081 STATION 
RIVERBE
ND 
STEAM 
STA, 
4631, 
230.0 KV

42761777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2215133 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892834 CAPACITO
R BANK 01, 
44.0 KV, 
6,000.0 
KVAR

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 OFF

2255674 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894924 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2276698 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903575 BREAKER 
CBK 1 BRK, 
44.0 KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0
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2276908 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903769 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2278148 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904892 BREAKER 
1201, 
12.47 KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2279782 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906400 BREAKER 
PARKDALE 
AMERICA 
LLC PL 21, 
100.0 KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2279872 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906483 BREAKER 
UNION 
EMC DEL 8, 
44.0 KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2280343 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906908 BREAKER 
BK 4 44KV 
HT, 44.0 
KV

2708409 STATION 
ROUGHE
DGE TIE, 
1559, 
100.0 KV

42762463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

20723495 1206, 
REGULATO
R 1PH, 
PHASE X, 
400.000 
KV, 
13,200.0 
KV

REGULATO
R

2893893 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2257979 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3068953 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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2258165 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R16

2259081 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893710 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259085 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893710 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259086 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2259101 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893892 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2259116 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893710 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259117 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02
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2259130 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893892 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259142 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893892 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2259279 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893893 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2260291 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3068953 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

2273757 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900971 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0

2273964 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901162 BREAKER 
1203, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2273965 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901163 BREAKER 
1202, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0
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2273967 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901165 BREAKER 
12AX, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0 0 0

2273968 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901166 BREAKER 
1201, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2274981 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902126 BREAKER 
1206, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 0 0

2274982 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902127 BREAKER 
1205, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0

2419548 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893893 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2448117 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3068948 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2448122 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3068938 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0 0 0

M-100 Sub 163 
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2454884 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3068945 BREAKER 
1207, 
12.47 KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0

2464013 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893713 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2464014 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893713 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2464015 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893713 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2870390 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2870533 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2870534 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2872931 1207,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3068953 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708732 STATION 
ROZZELL
ES RET, 
1989, 
100.0 KV

42764183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20796436 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903003 BREAKER 
2406, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11

20796437 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906375 BREAKER 
2401, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17

2215561 1A CAPACITO
R

2893080 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 OFF

2215785 2A CAPACITO
R

2893201 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255127 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860636 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2255142 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860637 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2273206 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900441 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00
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2273587 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900808 BREAKER 
2408, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06

2276107 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903029 BREAKER 
2405, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22

2276110 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903032 BREAKER 
2407, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11

2276111 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903033 BREAKER 
2404, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

2276127 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903045 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72

2276135 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903053 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31

2276137 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903055 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49
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2276969 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903825 BREAKER 
100KV HT, 
100.0 KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 00

2277422 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904229 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05

2279019 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905694 BREAKER 
2402, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66

2279020 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905695 BREAKER 
2403, 24.0 
KV

2708027 STATION 
SHARON 
RET, 
1616, 
100.0 KV

42762713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09

20629679 24AX, 
REGULATO
R 1PH, 
PHASE A, 
14,400.0 
KV

REGULATO
R

42300661 REGULATO
R BANK 
24AX, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20629680 24AX, 
REGULATO
R 1PH, 
PHASE B, 
14,400.0 
KV

REGULATO
R

42300661 REGULATO
R BANK 
24AX, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20629681 24AX, 
REGULATO
R 1PH, 
PHASE C, 
14,400.0 
KV

REGULATO
R

42300661 REGULATO
R BANK 
24AX, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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20629682 2405, 
REGULATO
R 1PH, 
PHASE C, 
14,400.0 
KV

REGULATO
R

42300662 REGULATO
R BANK 
2405, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20629684 2405, 
REGULATO
R 1PH, 
PHASE B, 
14,400.0 
KV

REGULATO
R

42300662 REGULATO
R BANK 
2405, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

20629724 2405, 
REGULATO
R 1PH, 
PHASE A, 
14,400.0 
KV

REGULATO
R

42300662 REGULATO
R BANK 
2405, 
UNITS - 0, 
14.400 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20629760 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42302339 BREAKER 
24AX, 
24.000 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00 00 00

20629762 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42302340 BREAKER 
2405, 
24.000 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 00 00 00

2385060 2406,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172435 REGULATO
R 
2406,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2458985 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172401 BREAKER 
2407, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 00 00 00
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2458989 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172403 BREAKER 
2406, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00 00 00

2459880 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172404 BREAKER 
WOODLA
WN WH 
WEST, 
100.0 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 00

2459923 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172406 BREAKER 
WOODLA
WN WH 
EAST, 
100.0 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 00

2848564 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172407 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 00 00 00

2870230 2406,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172435 REGULATO
R 
2406,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2870231 2406,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172435 REGULATO
R 
2406,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2870232 2407,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172436 REGULATO
R 
2407,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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2870233 2407,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172436 REGULATO
R 
2407,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2870234 2407,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3172436 REGULATO
R 
2407,PHAS
E 0.0, 24.0 
KV

2709485 STATION 
SHOPTO
N RET, 
2013, 
100.000 
KV

42764095 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2255890 0401,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2893734 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2279230 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905889 BREAKER 
12.5KV HT, 
12.47 KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 00 00 00

2279248 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905907 BREAKER 
0401, 4.16 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 00 00 00

2279293 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905952 BREAKER 
0402, 4.16 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00 00

2368509 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893735 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09
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2368511 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893735 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L08

2368512 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893735 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708734 STATION 
SHUMA
N AVE 
DIST, 
4748, 
13.000 
KV

42762875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L07

2215665 3B CAPACITO
R

2893317 CAPACITO
R BANK 3B, 
0.0 KV, 
4,800.0 
KVAR

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215666 3A CAPACITO
R

2893014 CAPACITO
R BANK 
3A, 0.0 KV, 
4,200.0 
KVAR

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215667 2A CAPACITO
R

2893013 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255128 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860432 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2255192 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860431 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral
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2272920 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900167 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2272923 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900170 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00

2274417 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901595 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09

2274418 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901596 BREAKER 
2408, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12

2274814 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901970 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13

2275928 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902855 BREAKER 
2412, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34

2276094 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903017 BREAKER 
24AX, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48
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2276368 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903268 BREAKER 
100KV HT, 
100.0 KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 00

2277212 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904040 BREAKER 
2411, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

2278192 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904934 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08

2438587 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904874 BREAKER 
2407, 24.0 
KV

2708029 STATION 
SPRINGFI
ELD RET, 
1630, 
100.0 KV

42764234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39

2278707 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905398 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708037 STATION 
STANLEY 
TIE, 
1668, 
44.0 KV

42761895 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20044121 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017755 BREAKER 
CBK 1&2 
BRK

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0
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20044122 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 4,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017789 BREAKER 
AT 4 100KV 
YEL LT, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

20044123 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 4,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017792 BREAKER 
AT 5 100KV 
RED LT, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

20044124 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 4,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017793 BREAKER 
AT 5 100KV 
YEL  LT, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

20044125 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017794 BREAKER 
HOPEWELL 
WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

20044126 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017796 BREAKER 
HOPEWELL 
BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0
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20044640 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017797 BREAKER 
CABARRUS 
WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

20044652 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017798 BREAKER 
CABARRUS 
BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

20044667 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017799 BREAKER 
BOGER 
CITY WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

20044672 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017800 BREAKER 
BOGER 
CITY BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

20044673 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017802 BREAKER 
MOUNTAI
N ISLAND 
WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0
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20044677 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017803 BREAKER 
MOUNTAI
N ISLAND 
BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

20044681 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017804 BREAKER 
RIVERBEN
D BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

20044682 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017805 BREAKER 
RIVERBEN
D WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

20044683 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017806 BREAKER 
LONG 
CREEK WH, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

20044684 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017808 BREAKER 
LONG 
CREEK BL, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0
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20044685 BREAKER 
GAS, XYZ 
PH, 
123.000 
KV, 145.0 
KV, 4,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40017809 BREAKER 
AT 4 100KV 
RED LT, 
100.000 KV

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

20772636 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564188 BREAKER 
BK 3 LT

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0 0

20772637 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564201 BREAKER 
BK 2 LT

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0

20772638 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564255 BREAKER 
44KV CAP 
BK 5

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0 0

20772639 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564269 BREAKER 
BK 1 LT

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0 0

20772640 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564279 BREAKER 
44KV BUS 
JCT

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 0 0 0

20772641 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564322 BREAKER 
HUNTERSV
ILLE 44

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0 0
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20772642 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564323 BREAKER 
EAST RIVER 
44

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0 0 0 0

20772643 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564324 BREAKER 
WEST 
RIVER 44

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0 0

20772644 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564325 BREAKER 
LUCIA 44

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0 0

20772645 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42564326 BREAKER 
LOWE 44

3065907 STATION 
STONEW
ATER 
TIE, 
2727, 
100.0 KV

42761682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 0 0 0

2215669 2A CAPACITO
R

2893069 CAPACITO
R BANK 
2A, 0.0 KV, 
6,000.0 
KVAR

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215670 2B CAPACITO
R

2893070 CAPACITO
R BANK 2B, 
0.0 KV, 
6,000.0 
KVAR

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215671 3A CAPACITO
R

2893071 CAPACITO
R BANK 
3A, 0.0 KV, 
4,200.0 
KVAR

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215672 3B CAPACITO
R

2893072 CAPACITO
R BANK 3B, 
0.0 KV, 
4,800.0 
KVAR

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2255183 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858730 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R10

2255207 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858731 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2255272 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861287 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2272968 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900215 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

2272969 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900216 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273705 BREAKER,  
OIL,  
Unknown 
PH,  24 KV,  
25.8 KV,  
600 AMPS,  
6.3 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900920 BREAKER 
2410, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0 0

2274416 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901594 BREAKER 
2406, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 0 0
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2274425 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901603 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 0 0

2274426 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901604 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

2275328 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3025882 BREAKER 
2405, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 0 0

2275912 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902839 BREAKER 
2409, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0

2276090 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903013 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 0 0 0

2276091 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903014 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0 0

2277440 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904247 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0 0 0
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2277717 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904503 BREAKER 
24AX, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0

2279398 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906048 BREAKER 
2407, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0

2279529 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906170 BREAKER 
100KV HT, 
100.0 KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2281023 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
600 AMPS, 
6.3 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907533 BREAKER 
2408, 24.0 
KV

2709122 STATION 
STOUTS 
RET, 
1552, 
100.0 KV

42762220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0 0

2215446 3B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893446 CAPACITO
R BANK 3B, 
13.0 KV, 
5,400.0 
KVAR

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 OFF

2215478 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893448 CAPACITO
R BANK 2B, 
13.0 KV, 
5,400.0 
KVAR

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 OFF

2215485 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893445 CAPACITO
R BANK 
3A, 13.0 
KV, 5,400.0 
KVAR

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 OFF
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2215495 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893447 CAPACITO
R BANK 
2A, 13.0 
KV, 5,400.0 
KVAR

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 OFF

2255099 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860553 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2255106 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2860554 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

2256542 1211,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893950 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2273020 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900259 BREAKER 
1209, 24.0 
KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

2275295 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902372 BREAKER 
1208, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2275719 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902653 BREAKER 
12AX, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0
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2277087 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903941 BREAKER 
100KV HT, 
100.0 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2277342 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904154 BREAKER 
1210, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66

2277596 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904388 BREAKER 
1211, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16

2277605 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904397 BREAKER 
1212, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97

2277606 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904398 BREAKER 
1207, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86

2278951 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905628 BREAKER 
1206, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35

2279501 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906144 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2279502 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906145 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279509 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906152 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2707986 STATION 
SUNSET 
RET, 
1359, 
100.0 KV

42764110 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2456566 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174981 BREAKER 
2411, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83

2456567 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174979 BREAKER 
24AX, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32

2456792 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174980 BREAKER 
2406, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2456794 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174982 BREAKER 
2412, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26

2456858 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174976 BREAKER 
BK 2 24KV 
LT, 24.0 KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07
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2456859 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174977 BREAKER 
BK 3 24KV 
LT, 24.0 KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03

2464255 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174978 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02

2873757 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 900.0 
AMPS

LTC 3174974 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2873764 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 900.0 
AMPS

LTC 3174975 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

3065866 STATION 
TECHNO
LOGY 
RET, 
2719, 
100.0 KV

42765435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L07

2215451 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893436 CAPACITO
R BANK 
3A, 12.47 
KV, 7,200.0 
KVAR

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215452 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893437 CAPACITO
R BANK 3B, 
12.47 KV, 
7,200.0 
KVAR

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255153 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859497 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2255163 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859496 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08
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2273596 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900817 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2274209 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901337 BREAKER 
1207, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 0 0

2274998 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902140 BREAKER 
1208, 13.0 
KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0

2275492 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3031242 BREAKER 
1204, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

2275873 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902801 BREAKER 
1206, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0 0

2275874 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902802 BREAKER 
12AX, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0 0

2275877 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902805 BREAKER 
1209, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0 0 0 0
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2275879 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902807 BREAKER 
1210, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0 0

2277079 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903935 BREAKER 
100KV HT, 
100.0 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2277781 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904561 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0 0

2280814 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907343 BREAKER 
1205, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 0 0

2372149 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904554 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709223 STATION 
THRIFT 
RET, 
1502, 
100.0 KV

42763631 NORMAL 
STATION 
INSPECTIO
N -THRIFT 
RET

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 0 0

20896725 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904967 BREAKER 
100KV HT, 
100.0 KV

2708044 STATION 
UNION 
EMC DEL 
11, 1696, 
100.0 KV

42762212 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63

2278421 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905124 BREAKER 
100KV HT, 
100.0 KV

2710727 STATION 
UNION 
EMC DEL 
12, 1755, 
100.0 KV

42761970 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0
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2280530 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907078 BREAKER 
100KV HT, 
100.0 KV

2708011 STATION 
UNION 
EMC DEL 
15, 2662, 
100.0 KV

42764336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00

20856570 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44312648 BREAKER 
100KV HT, 
100.000 KV

2710262 STATION 
UNION 
EMC DEL 
9, 1657, 
100.0 KV

42764213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2276382 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903282 BREAKER 
100KV HT, 
100.0 KV

2710262 STATION 
UNION 
EMC DEL 
9, 1657, 
100.0 KV

42764213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2258151 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894012 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710713 STATION 
WAXHA
W DIST, 
5061, 
44.000 
KV

42763948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258184 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894012 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710713 STATION 
WAXHA
W DIST, 
5061, 
44.000 
KV

42763948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2273253 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900488 BREAKER 
24KV HT, 
24.0 KV

2710713 STATION 
WAXHA
W DIST, 
5061, 
44.000 
KV

42763948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0

2275615 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902555 BREAKER 
1202, 
12.47 KV

2710713 STATION 
WAXHA
W DIST, 
5061, 
44.000 
KV

42763948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0 0
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2428903 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894012 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710713 STATION 
WAXHA
W DIST, 
5061, 
44.000 
KV

42763948 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

20224761 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906081 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37

20224762 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2900381 BREAKER 
2412, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53

20224763 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903966 BREAKER 
2413, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48

20224764 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27.6 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905512 BREAKER 
24AX, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28

20224765 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906078 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26
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20224766 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27.6 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905573 BREAKER 
2405, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45

20224767 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905565 BREAKER 
2406, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

20224768 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2905366 BREAKER 
2409, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

20224769 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2902857 BREAKER 
2411, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

2215639 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892771 CAPACITO
R BANK 
1A, 24.0 
KV, 6,300.0 
KVAR

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255155 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860763 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05
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2255177 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860764 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05

2272882 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900129 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2272883 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900130 BREAKER 
CBK 
3A&3B 
BRK, 24.0 
KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277017 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903873 BREAKER 
100KV HT, 
100.0 KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2278780 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905469 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2707991 STATION 
WILGRO
VE RET, 
1383, 
100.0 KV

42763676 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97

20007098 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905348 BREAKER 
WOODLA
WN BL, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 00
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20007099 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905341 BREAKER 
WYLIE WH, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 00

20007100 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905346 BREAKER 
WYLIE BL, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00

20388094 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 2,000.0 
AMPS, 
15,800.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2905299 BREAKER 
DISPOSAL, 
44.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 00

20388095 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 2,000.0 
AMPS, 
15,800.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2905297 BREAKER 
CHARLOTT
E NO 2, 
44.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00

20388096 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 2,000.0 
AMPS, 
15,800.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2905300 BREAKER 
CHARLOTT
E NO 1, 
44.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 00
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20388102 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 2,000.0 
AMPS, 
15,800.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

2905298 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 00

20804863 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2901112 BREAKER 
1213, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00 00

20805359 BREAKER 
GAS, 121.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905343 BREAKER 
SHARON 
WH, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 00 00 00 00

20857768 BREAKER 
GAS, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

44314767 BREAKER 
BK 5 RED 
HT, 
245.000 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00 00

20857769 BREAKER 
GAS, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

44314768 BREAKER 
BK 4 YEL 
HT, 
245.000 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 00 00 00 00

2214924 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891967 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 OFF

2214958 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891966 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF
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2215188 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891965 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF

2215189 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891964 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 OFF

2215917 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893293 CAPACITO
R BANK 02, 
100.0 KV, 
108,000.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 OFF

2215918 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893292 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 OFF

2255056 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2859784 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2255065 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859785 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2255066 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859783 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06
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2274670 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901836 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 00 00 00

2275268 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902353 BREAKER 
1208, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 00 00 00 00

2275561 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902505 BREAKER 
1207, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 00 00 00 00

2275565 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902509 BREAKER 
1206, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 00 00 00 00

2275576 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902520 BREAKER 
1205, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 00 00 00 00

2275973 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902898 BREAKER 
1209, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 00 00 00 00

2277352 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904163 BREAKER 
1210, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 00 00 00

M-100 Sub 163 
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2277539 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904341 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 00 00 00

2277742 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904526 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 00 00 00

2278067 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904819 BREAKER 
12AX, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 00 00 00

2278174 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904917 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 00 00 00 00

2278176 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904919 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 00 00 00 00

2278177 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904920 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 00 00 00 00

2278197 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904939 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 00

M-100 Sub 163 
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2278199 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904940 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 00

2278541 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905239 BREAKER 
BK 1,2&3 
100KV HT, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 00

2278645 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905338 BREAKER 
ELIZABETH 
WH, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 00

2278647 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905340 BREAKER 
ELIZABETH 
BL, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 00

2278649 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905342 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00

2278654 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905347 BREAKER 
SHARON 
BL, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 00

2280851 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907379 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 00 00 00
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2387835 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906846 BREAKER 
1211, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 00 00 00

2415699 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905010 BREAKER 
BK 6 230KV 
HT YEL, 
230.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 00

2419661 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2902651 BREAKER 
BK 6 230KV 
HT RED, 
230.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 00

2439091 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903328 BREAKER 
1214, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 00 00 00

2829805 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907446 BREAKER 
BK 5 100KV 
LT YEL, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 00

2829806 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905337 BREAKER 
LAKEWOO
D BL, 100.0 
KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 00

M-100 Sub 163 
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2829807 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905339 BREAKER 
LAKEWOO
D WH, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 00

2829808 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907248 BREAKER 
BK 5 100KV 
LT RED, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 00

2838366 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903327 BREAKER 
1212, 
12.47 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 00 00 00

2848337 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902950 BREAKER 
BK 6 100KV 
LT RED, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00

2848338 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902951 BREAKER 
BK 6 100KV 
LT YEL, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 00

M-100 Sub 163 
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2848339 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906690 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2848340 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906826 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 00

2848341 BREAKER 
GAS, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905344 BREAKER 
WOODLA
WN WH, 
100.0 KV

2709222 STATION 
WOODL
AWN 
TIE, 
1153, 
230.0 KV

42761883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 00

20025870 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
280.0 KVA

REGULATO
R

40012729 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2668317 SUB 
O&M 
LAKEWO
OD, 60

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261872 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
280.0 KVA

REGULATO
R

40012729 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2668317 SUB 
O&M 
LAKEWO
OD, 60

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2873439 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012728 BREAKER 
1203, 
12.47 KV

2668317 SUB 
O&M 
LAKEWO
OD, 60

42763139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 00 00 00
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2369830 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40005386 BREAKER 
BK 1 13KV 
LT, 13.0 KV

42761718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 507 515 506

2842853 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40009850 BREAKER 
CBK 
1C&1D 
BRK, 13.0 
KV

42761718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 00 000 00

2842854 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40009852 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

42761718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00

2866175 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40010139 BREAKER 
2408, 24.0 
KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 231.8 233.9 228.7

2866181 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40010140 BREAKER 
24AX, 24.0 
KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2419556 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892219 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2709055 STATION 
AJAX 
ROLLED 
RING & 
MACHIN
E LLC, 
3011, 
44.0 KV

42763213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 021 ON

2214020 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891778 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 OFF
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2214847 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891776 CAPACITO
R BANK 
2A, 24.0 
KV, 4,200.0 
KVAR

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF

2214848 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891777 CAPACITO
R BANK 
3A, 24.0 
KV, 4,500.0 
KVAR

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 OFF

2254980 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859991 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2255213 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2859502 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L02

2255308 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859501 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2273503 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900728 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130

2274424 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901602 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 392
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2275021 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902157 BREAKER 
2401, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 184.7 192.9 180.9

2275022 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902158 BREAKER 
2402, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 246 47.7 46.8 41.7

2275023 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902159 BREAKER 
2404, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 105 105.5 105.6

2275024 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902160 BREAKER 
2405, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 220 77.2 94.6 75.9

2275025 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902161 BREAKER 
2406, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 241 280.2 320.7 314.7

2275026 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902162 BREAKER 
2409, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 243 163.1 161.5 155.7

2275027 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902163 BREAKER 
2410, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 341.5 352.4 341
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2275828 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902759 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 272 0

2276083 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903006 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2276122 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903040 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 0

2278043 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904798 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 0

2278060 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904812 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 366 0

2278125 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904869 BREAKER 
24AX, 24.0 
KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 946 0 0 0 0

2279618 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906251 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0
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2280540 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907087 BREAKER 
100KV HT, 
100.0 KV

2709105 STATION 
ARROW
OOD 
RET, 
1439, 
100.000 
KV

42765191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 884 0

20487360 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42045405 BREAKER 
1208, 
12.470 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 169.9 179.7 179.7

20487361 1208, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

42045408 REGULATO
R BANK 
1208, 
UNITS - 0, 
7.000 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

20487387 1208, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

42045408 REGULATO
R BANK 
1208, 
UNITS - 0, 
7.000 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

20487388 1208, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

42045408 REGULATO
R BANK 
1208, 
UNITS - 0, 
7.000 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

2256529 1210,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894745 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R11

2256824 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894745 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R12
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2258278 1210, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV

REGULATO
R

2894745 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L14

2259865 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893515 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R10

2259867 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893515 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R11

2261683 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893515 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2273150 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900387 BREAKER 
1209, 
12.47 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 320.0 286.6 261.7

2280199 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906775 BREAKER 
1210, 
12.47 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 187.1 185.1 215.5

2846362 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174619 BREAKER 
1207, 
12.47 KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 221.9 234.1 255.4
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2873367 125,REGUL
ATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174784 REGULATO
R 
1207,PHAS
E 0.0, 7.0 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2873368 125,REGUL
ATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174784 REGULATO
R 
1207,PHAS
E 0.0, 7.0 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R10

2873369 125,REGUL
ATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174784 REGULATO
R 
1207,PHAS
E 0.0, 7.0 
KV

2709181 STATION 
BANKS 
ST RET, 
1778, 
100.0 KV

42763654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

2255187 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860074 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708870 STATION 
BLACK 
CREEK 
RET, 
1581, 
100.0 KV

42763743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2274508 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901682 BREAKER 
1203, 
12.47 KV

2708870 STATION 
BLACK 
CREEK 
RET, 
1581, 
100.0 KV

42763743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 00 0 0

2280783 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907314 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708870 STATION 
BLACK 
CREEK 
RET, 
1581, 
100.0 KV

42763743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 760 742 769

2280819 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907348 BREAKER 
1201, 
12.47 KV

2708870 STATION 
BLACK 
CREEK 
RET, 
1581, 
100.0 KV

42763743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 290 285 329
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2280821 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907350 BREAKER 
1202, 
12.47 KV

2708870 STATION 
BLACK 
CREEK 
RET, 
1581, 
100.0 KV

42763743 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 470 457 440

2276361 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903261 BREAKER 
HUCKLEBE
RRY BL, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1074 0

2276500 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903387 BREAKER 
BOWATER 
BL, 100.0 
KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 561 0

2276797 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903666 BREAKER 
LANDSFOR
D WH, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9964 0

2276859 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903722 BREAKER 
CURETON, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 0

2276918 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903779 BREAKER 
EDGEMOO
R B&W, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 082 0

2276940 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903800 BREAKER 
LANDSFOR
D BL, 100.0 
KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 074 0
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2278417 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905121 BREAKER 
BOWATER 
WH, 100.0 
KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 632 0

2279549 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906189 BREAKER 
NEELYS 
CREEK BL, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 572 0

2279594 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906232 BREAKER 
NEELYS 
CREEK WH, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 635 0

2279792 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906408 BREAKER 
BK 2&3 HT, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 994 0

2279926 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906533 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 369 0

2280089 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906678 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 699 0

2280194 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906771 BREAKER 
HUCKLEBE
RRY WH, 
100.0 KV

2709309 STATION 
BOWATE
R SW 
STA, 
1246, 
100.0 KV

42761951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 820 0
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20007167 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41730530 BREAKER 
BK 3 LT, 
24.000 KV

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 551.4 666.92 538.92

20376560 2409, 
REGULATO
R 1PH, 
PHASE Z, 
14.400 KV, 
14,400.0 
KV

REGULATO
R

41730518 REGULATO
R BANK 
2409

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 Neutral

20376570 2409, 
REGULATO
R 1PH, 
PHASE X, 
14.400 KV, 
14,400.0 
KV

REGULATO
R

41730518 REGULATO
R BANK 
2409

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 Neutral

20376578 2408, 
REGULATO
R 1PH, 
PHASE X, 
14.400 KV, 
14,400.0 
KV

REGULATO
R

41730521 REGULATO
R BANK 
2408

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 Neutral

20376589 2408, 
REGULATO
R 1PH, 
PHASE Z, 
14.400 KV, 
14,400.0 
KV

REGULATO
R

41730521 REGULATO
R BANK 
2408

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

20376601 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41730525 BREAKER 
2408, 
24.000 KV

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 194.55 239.27 227.28

20376604 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41730529 BREAKER 
2409, 
24.000 KV

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 362.95 432.99 316.51
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20656880 2409, 
REGULATO
R 1PH, 
PHASE Y, 
14,400.0 
KV

REGULATO
R

41730518 REGULATO
R BANK 
2409

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R03

20656881 2408, 
REGULATO
R 1PH, 
PHASE Y, 
14,400.0 
KV

REGULATO
R

41730521 REGULATO
R BANK 
2408

2709525 STATION 
BUSTER 
BOYD 
RET, 
2600, 
100.000 
KV

42761852 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R03

2215614 1A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

40005387 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708799 STATION 
CAROLIN
A POLY, 
2629, 0.0 
KV

42761726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509 OFF

2857851 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175642 BREAKER 
CBK 1A 
BRK, 44.0 
KV

2708799 STATION 
CAROLIN
A POLY, 
2629, 0.0 
KV

42761726 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 00 00 00

2255873 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894906 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709359 STATION 
CATAWB
A NUC 
CONST 
STA 2, 
3323, 
44.0 KV

42762663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2277891 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904664 BREAKER 
1201, 
12.47 KV

2709359 STATION 
CATAWB
A NUC 
CONST 
STA 2, 
3323, 
44.0 KV

42762663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 24 36 24

2279563 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906202 BREAKER 
PCB 27, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0
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2279604 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906241 BREAKER 
PCB 26, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2279650 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906278 BREAKER 
PCB 29, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2279725 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906346 BREAKER 
PCB 30, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2279905 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906515 BREAKER 
PCB 18, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2279906 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906516 BREAKER 
PCB 13, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2279907 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906517 BREAKER 
PCB 32, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0
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2279908 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906518 BREAKER 
PCB 15, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2280142 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906726 BREAKER 
PCB 12, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2280143 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906727 BREAKER 
PCB 16, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2280144 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906728 BREAKER 
PCB 33, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2280145 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906729 BREAKER 
PCB 14, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2280272 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906845 BREAKER 
PCB 10, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2280274 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906847 BREAKER 
PCB 19, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0
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2280275 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906848 BREAKER 
PCB 28, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2280385 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906949 BREAKER 
PCB 17, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2280386 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906950 BREAKER 
PCB 20, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2280387 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906951 BREAKER 
PCB 31, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2280478 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907035 BREAKER 
PCB 21, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2280479 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907036 BREAKER 
PCB 25, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0
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2280553 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907100 BREAKER 
PCB 24, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2280883 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907408 BREAKER 
PCB 22, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2280941 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907461 BREAKER 
PCB 23, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2281005 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907517 BREAKER 
PCB 11, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

42761663 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2279563 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906202 BREAKER 
PCB 27, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 23 0

2279604 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906241 BREAKER 
PCB 26, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 51 0
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2279650 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906278 BREAKER 
PCB 29, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 93 0

2279725 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906346 BREAKER 
PCB 30, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 22 0

2279905 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906515 BREAKER 
PCB 18, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 62 0

2279906 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906516 BREAKER 
PCB 13, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 20 0

2279907 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906517 BREAKER 
PCB 32, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 21 0

2279908 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906518 BREAKER 
PCB 15, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 37 0

2280142 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906726 BREAKER 
PCB 12, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 82 0
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2280143 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906727 BREAKER 
PCB 16, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 47 0

2280144 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906728 BREAKER 
PCB 33, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 60 0

2280145 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906729 BREAKER 
PCB 14, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 62 0

2280272 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906845 BREAKER 
PCB 10, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 10 0

2280274 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906847 BREAKER 
PCB 19, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 77 0

2280275 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906848 BREAKER 
PCB 28, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 80 0

2280385 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906949 BREAKER 
PCB 17, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 03 0
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2280386 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906950 BREAKER 
PCB 20, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 37 0

2280387 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906951 BREAKER 
PCB 31, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 16 0

2280478 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907035 BREAKER 
PCB 21, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 28 0

2280479 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907036 BREAKER 
PCB 25, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 98 0

2280553 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907100 BREAKER 
PCB 24, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 93 0

2280883 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907408 BREAKER 
PCB 22, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 39 0
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2280941 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907461 BREAKER 
PCB 23, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 53 0

2281005 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907517 BREAKER 
PCB 11, 
230.0 KV

2709203 STATION 
CATAWB
A NUC 
SW STA, 
3328, 
230.0 KV

43130815 NORMAL 
STATION 
INSPECTIO
N - 
CATAWBA 
NUC SW 
STA

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 20 0

2277829 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904602 BREAKER 
1201, 
12.47 KV

2709106 STATION 
CATAWB
A 
NUCLEA
R RET, 
3330, 
44.0 KV

42762904 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 31 32 30

2277838 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904611 BREAKER 
1203, 
12.47 KV

2709106 STATION 
CATAWB
A 
NUCLEA
R RET, 
3330, 
44.0 KV

42762904 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 55 60 62

20294992 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903262 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

42761832 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 041 0

20294993 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903263 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

42761832 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 026 0

20294994 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903270 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

42761832 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 029 0
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2276280 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903194 BREAKER 
UNIT 2 
BRK, 7.2 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

42761832 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2276281 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903195 BREAKER 
UNIT 3 
BRK, 7.2 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

42761832 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

20294992 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903262 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

43130867 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 042 0

20294993 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903263 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

43130867 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 027 0

20294994 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903270 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

43130867 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 030 0

2276280 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903194 BREAKER 
UNIT 2 
BRK, 7.2 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

43130867 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

M-100 Sub 163 
PSDR2-2



2276281 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903195 BREAKER 
UNIT 3 
BRK, 7.2 
KV

2707968 STATION 
CEDAR 
CREEK 
HYDRO 
YARD, 
1231, 
100.0 KV

43130867 NORMAL 
STATION 
INSPECTIO
N - CEDAR 
CREEK 
HYDRO 
YARD

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2214141 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891765 CAPACITO
R BANK 
1A, 13.0 
KV, 2,400.0 
KVAR

2709107 STATION 
CHEMIC
AL SS, 
3338, 
100.0 KV

42763099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 OFF

2274654 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901822 BREAKER 
CELANESE 
FIBERS PBI, 
12.47 KV

2709107 STATION 
CHEMIC
AL SS, 
3338, 
100.0 KV

42763099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 45.8 45.8 44.9

2275834 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902763 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2709107 STATION 
CHEMIC
AL SS, 
3338, 
100.0 KV

42763099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2275993 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902917 BREAKER 
CHEMICAL, 
13.0 KV

2709107 STATION 
CHEMIC
AL SS, 
3338, 
100.0 KV

42763099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 162 150 138

2213923 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2891908 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708867 STATION 
CHEMTR
ADE 
LOGISTIC
S LEEDS 
PL, 3930, 
24.0 KV

42763102 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 OFF

M-100 Sub 163 
PSDR2-2



2215800 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893140 CAPACITO
R BANK 1B, 
0.46 KV, 
900.0 
KVAR

2708867 STATION 
CHEMTR
ADE 
LOGISTIC
S LEEDS 
PL, 3930, 
24.0 KV

42763102 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 490 ON

2215858 1C,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893141 CAPACITO
R BANK 1C, 
0.46 KV, 
900.0 
KVAR

2708867 STATION 
CHEMTR
ADE 
LOGISTIC
S LEEDS 
PL, 3930, 
24.0 KV

42763102 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 163 OFF

20016238 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894848 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2214082 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892222 CAPACITO
R BANK 
1A, 24.000 
KV, 2,400.0 
KVAR

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 OFF

2214083 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892222 CAPACITO
R BANK 
1A, 24.000 
KV, 2,400.0 
KVAR

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214726 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892221 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 162 OFF

2256366 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894846 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

M-100 Sub 163 
PSDR2-2



2257258 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894847 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257485 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894847 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2257716 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894846 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258889 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894849 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259187 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894846 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259364 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894848 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2259366 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894848 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

M-100 Sub 163 
PSDR2-2



2260108 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894850 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260248 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894850 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2260254 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894850 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2260568 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894849 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261121 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894847 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261289 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894845 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2261290 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894845 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

M-100 Sub 163 
PSDR2-2



2261291 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894845 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2262057 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894849 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2275078 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902206 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 00 00 000

2275079 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902207 BREAKER 
BK 5 24KV 
HT, 24.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 49 48 50

2275146 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902251 BREAKER 
BK 3  12KV 
LT, 12.47 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 691 709 643

2276089 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903012 BREAKER 
GAYLE, 
24.0 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 54 54 53

2276575 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903460 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

M-100 Sub 163 
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2276586 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903470 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2276597 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903481 BREAKER 
CHESTER 
WH, 100.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2276617 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903499 BREAKER 
CHESTER 
BL, 100.0 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2276628 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903508 BREAKER 
ROBAT BL, 
100.0 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2276639 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903518 BREAKER 
PARR WH, 
100.0 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2277631 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904423 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 00 00 00

2278143 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904887 BREAKER 
1204, 
12.47 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 321 298 294
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2278945 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905622 BREAKER 
0401, 
12.47 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 118 78 98

2279995 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906596 BREAKER 
0402, 4.16 
KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 163 202 195

2280041 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906632 BREAKER 
1201, 
12.47 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 107 105 105

2280060 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906651 BREAKER 
1202, 
12.47 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 35 35 39

2280081 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906671 BREAKER 
1203, 
12.47 KV

2710198 STATION 
CHESTER 
MAIN, 
1161, 
100.0 KV

42765143 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 231 274 191

2214722 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892217 CAPACITO
R BANK 01, 
100.0 KV, 
28,800.0 
KVAR

2709067 STATION 
CHESTER 
TAP, 
1667, 
115.0 KV

42763713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 OFF

2214723 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892218 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2709067 STATION 
CHESTER 
TAP, 
1667, 
115.0 KV

42763713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2275860 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902789 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2709067 STATION 
CHESTER 
TAP, 
1667, 
115.0 KV

42763713 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2276930 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903790 BREAKER 
CRAWFOR
D RD TAP 
CB, 100.0 
KV

2709108 STATION 
CRAWFO
RD RD 
TAP, 
1528, 
100.0 KV

42761877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

2278785 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905474 BREAKER 
YORK E C 
CO-OP DEL 
17, 100.0 
KV

2709108 STATION 
CRAWFO
RD RD 
TAP, 
1528, 
100.0 KV

42761877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2419551 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892365 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709311 STATION 
DURACE
LL T&D, 
3619, 
44.0 KV

42764513 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2419552 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892366 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709311 STATION 
DURACE
LL T&D, 
3619, 
44.0 KV

42764513 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2256108 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894861 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2256612 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894860 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L05
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2256759 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894860 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2256760 1206,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894860 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2256762 1205,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894859 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2259092 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894859 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2275704 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902639 BREAKER 
12AX, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0 0

2275720 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902654 BREAKER 
1208, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0 208 212 218

2275738 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902672 BREAKER 
1205, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 271 269 275
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2277124 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903976 BREAKER 
100KV HT, 
100.0 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2280586 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907129 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 443 474 484

2280589 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907131 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 208 212 213

2280625 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907162 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 00 00 00

2420277 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3047627 BREAKER 
1206, 
12.47 KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 172 205 209

2841932 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894859 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709166 STATION 
E 
CHESTER 
RET, 
1490, 
100.0 KV

42762790 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

20391245 1200, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894014 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08
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2214113 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892588 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2259217 1200,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894014 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259220 1200,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894014 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2275534 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902481 BREAKER 
1201, 
12.47 KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 225 231 233

2275540 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902487 BREAKER 
1202, 
12.47 KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 244 241 240

2411658 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907164 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709167 STATION 
ELGIN 
RET, 
3646, 
44.0 KV

42764939 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0

2258848 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893743 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709156 STATION 
ERWIN 
FARMS 
RET, 
3664, 
69.0 KV

42763292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

M-100 Sub 163 
PSDR2-2



2258849 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893743 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709156 STATION 
ERWIN 
FARMS 
RET, 
3664, 
69.0 KV

42763292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2258881 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893743 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709156 STATION 
ERWIN 
FARMS 
RET, 
3664, 
69.0 KV

42763292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2274707 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901871 BREAKER 
1201, 
12.47 KV

2709156 STATION 
ERWIN 
FARMS 
RET, 
3664, 
69.0 KV

42763292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 214 221 211

2214361 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893063 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2709057 STATION 
ESSENTR
A 
PACKAGI
NG US, 
INC., 
4608, 
44.0 KV

42764091 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3605 ON

2214163 03,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892117 CAPACITO
R BANK 03, 
13.0 KV, 
4,800.0 
KVAR

2709056 STATION 
FILTRATI
ON 
GROUP 
INC, 
1654, 
44.0 KV

42764503 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2278706 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905397 BREAKER 
44KV LINE 
CAP BRK, 
44.0 KV

2709056 STATION 
FILTRATI
ON 
GROUP 
INC, 
1654, 
44.0 KV

42764503 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

2215396 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893398 CAPACITO
R BANK 
1A, 24.0 
KV, 4,500.0 
KVAR

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1447 OFF
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2215447 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893399 CAPACITO
R BANK 1B, 
24.0 KV, 
4,500.0 
KVAR

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 529 OFF

2255053 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859912 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2255360 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861269 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2274448 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901624 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 390

2274449 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901625 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 396 336.41 287.73 357.48

2274450 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901626 BREAKER 
2401, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 446 281.1 225.4 320.1

2274451 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901627 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 399 125.9 161.2 127.4
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2274452 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901628 BREAKER 
2402, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 426 101.8 104.1 97.4

2275941 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902868 BREAKER 
2405, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 40.5 76.8 43.2

2275956 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902882 BREAKER 
24AX, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0 0 0 0

2276085 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903008 BREAKER 
2407, 24.0 
KV

2709228 STATION 
FISHER 
SS, 1723, 
100.0 KV

42763272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99966 0 102.8 104.6 100.9

2274321 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901503 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

42761809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 131 0

2274322 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901504 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

42761809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 0
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2274323 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901505 BREAKER 
FISHING 
CREEK BL 
S, 100.0 KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

42761809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 0

2274329 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901510 BREAKER 
FISHING 
CREEK BL 
N, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

42761809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 079 0

2274321 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901503 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

43130809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 131 0

2274322 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901504 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

43130809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 142 0

2274323 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901505 BREAKER 
FISHING 
CREEK BL 
S, 100.0 KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

43130809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 106 0
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2274329 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901510 BREAKER 
FISHING 
CREEK BL 
N, 100.0 
KV

2708397 STATION 
FISHING 
CREEK 
HYDRO, 
1170, 
100.0 KV

43130809 NORMAL 
STATION 
INSPECTIO
N - 
FISHING 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 079 0

2215496 01,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891782 CAPACITO
R BANK 01, 
24.0 KV, 
7,200.0 
KVAR

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2259178 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893511 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2276077 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903000 BREAKER 
2402, 24.0 
KV

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 4 241.92 291.79 318.67

2368778 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906537 BREAKER 
CBK 1 BRK, 
44.0 KV

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 587 0

2385087 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893511 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2447073 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893511 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709109 STATION 
FOREST 
LAKE 
RET, 
1623, 
44.000 
KV

42763803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04
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20618601 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42282508 BREAKER 
1202, 
15.500 KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 169 191 150

20624803 1202, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

42291608 REGULATO
R BANK 
1202, 
UNITS - 0, 
0.000 KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

20624806 1202, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

42291608 REGULATO
R BANK 
1202, 
UNITS - 0, 
0.000 KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

20624807 1202, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

42291608 REGULATO
R BANK 
1202, 
UNITS - 0, 
0.000 KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2258642 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894010 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2258643 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894010 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2258711 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894010 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2273655 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900874 BREAKER 
1201, 
12.47 KV

2708868 STATION 
FORT 
LAWN 
RET, 
3730, 
44.0 KV

42762782 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 251 221 230
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2276909 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903770 BREAKER 
LANDSFOR
D BL S, 
100.0 KV

2708869 STATION 
FRANCES 
TAP, 
1024, 
100.0 KV

42765301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 976 0

2280988 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907500 BREAKER 
LANDSFOR
D BL N, 
100.0 KV

2708869 STATION 
FRANCES 
TAP, 
1024, 
100.0 KV

42765301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 658 0

2256791 0400,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893513 REGULATO
R 
0400,PHAS
E 0.0, 2.4 
KV

2709279 STATION 
GREAT 
FALLS 
RET, 
3817, 
44.0 KV

42762545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2256852 0400,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893513 REGULATO
R 
0400,PHAS
E 0.0, 2.4 
KV

2709279 STATION 
GREAT 
FALLS 
RET, 
3817, 
44.0 KV

42762545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2411986 0400,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893513 REGULATO
R 
0400,PHAS
E 0.0, 2.4 
KV

2709279 STATION 
GREAT 
FALLS 
RET, 
3817, 
44.0 KV

42762545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2454883 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907579 BREAKER 
0401, 4.16 
KV

2709279 STATION 
GREAT 
FALLS 
RET, 
3817, 
44.0 KV

42762545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 061 173 171 235

2454885 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907585 BREAKER 
0402, 4.16 
KV

2709279 STATION 
GREAT 
FALLS 
RET, 
3817, 
44.0 KV

42762545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 82 86 97

M-100 Sub 163 
PSDR2-2



2213834 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891946 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1227 OFF

2274964 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902109 BREAKER 
DEARBOR
N 100KV, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 153 0

2276367 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903267 BREAKER 
WATEREE 
BL, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1095 0

2276371 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903271 BREAKER 
LANDSFOR
D BL, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 0

2276372 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903272 BREAKER 
LANDSFOR
D WH, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 153 0

2276701 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903578 BREAKER 
CBK 1 BRK, 
44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 375 0

2276863 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903726 BREAKER 
WATEREE 
WH, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 802 0

M-100 Sub 163 
PSDR2-2



2276871 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903733 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1011 0

2277009 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903865 BREAKER 
FISHING 
CREEK BL, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 037 0

2278402 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905107 BREAKER 
FISHING 
CREEK WH, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1089 0

2278404 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905109 BREAKER 
CEDAR 
CREEK WH, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 556 0

2278405 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905110 BREAKER 
EDGEMOO
R B&W, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1272 0

2279790 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906407 BREAKER 
CEDAR 
CREEK BL, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2280059 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906650 BREAKER 
DEARBOR
N 44KV, 
44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4676 0

M-100 Sub 163 
PSDR2-2



2280162 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906742 BREAKER 
PLANT 
OCB, 44.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2218 0

2280165 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906745 BREAKER 
RED RIVER 
NO 2, 44.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1632 0

2280226 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906801 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 804 0

2280338 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906903 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 763 0

2280396 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906959 BREAKER 
GREAT 
FALLS NO 
5, 44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1544 0

2280413 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906973 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 788 0

2280440 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906998 BREAKER 
ROCKY 
CREEK NO 
3, 44.0 KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1343 0

M-100 Sub 163 
PSDR2-2



2280585 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907128 BREAKER 
RED RIVER 
NO 1, 44.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 0

2280695 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907226 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 485 0

2280916 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907438 BREAKER 
ROCKY 
CREEK NO 
1&4, 44.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 711 0

2433452 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903339 BREAKER 
CHESTER 
WH, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 073 0

2433453 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903335 BREAKER 
CHESTER 
BL, 100.0 
KV

2709231 STATION 
GREAT 
FALLS 
SW STA, 
1149, 
100.0 KV

42762202 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 0

2214797 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891754 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709157 STATION 
GUARDI
AN 
INDUSTR
IES 
CORP, 
1671, 
100.0 KV

42763887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 OFF

M-100 Sub 163 
PSDR2-2



2275902 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902830 BREAKER 
EDGEMOO
R B&W S, 
100.0 KV

2709157 STATION 
GUARDI
AN 
INDUSTR
IES 
CORP, 
1671, 
100.0 KV

42763887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2275923 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902850 BREAKER 
EDGEMOO
R B&W N, 
100.0 KV

2709157 STATION 
GUARDI
AN 
INDUSTR
IES 
CORP, 
1671, 
100.0 KV

42763887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2277557 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904355 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709157 STATION 
GUARDI
AN 
INDUSTR
IES 
CORP, 
1671, 
100.0 KV

42763887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 000 000 000

20741513 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893487 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2214139 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891774 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 OFF

2256869 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893486 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2258270 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893484 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



2258281 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893484 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2258509 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893487 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2258618 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893484 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259015 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893486 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2260546 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893487 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261237 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893486 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2273847 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901059 BREAKER 
BK 2 
12.5KV HT, 
12.47 KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 35.4 44.2 41.0
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2273848 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901060 BREAKER 
1201, 
12.47 KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 217.7 167.9 225.0

2278906 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905584 BREAKER 
1202, 
12.47 KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 301.3 373.6 263.8

2433791 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903317 BREAKER 
0401, 4.16 
KV

2709111 STATION 
HENSLEY 
RD RET, 
1650, 
69.0 KV

42764956 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 120.2 151.8 94.0

20016302 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 576.0 
KVA

REGULATO
R

3151096 REGULATO
R 
2403,PHAS
E 0.0, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2257963 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L06

2257976 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893886 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2258014 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893886 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06
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2259799 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R04

2260249 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893876 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2260749 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893886 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2274390 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901569 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 547.2 509.8 548.9

2274403 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901582 BREAKER 
1202, 
12.47 KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 284.1 272.2 303.1

2274404 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901583 BREAKER 
1201, 
12.47 KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 265.3 246.6 253.3

2274413 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901592 BREAKER 
2402, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 268.0 254.3 256.3
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2274415 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901593 BREAKER 
2401, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 71.4 74.3 78.9

2274423 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901601 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 541.2 518.7 531.0

2421530 2402,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893792 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2421541 2402,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893792 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2421542 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893792 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2438852 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893791 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2438853 2401,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893791 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06
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2438854 2401,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893791 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2451541 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151093 BREAKER 
2403, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 226.9 230.8 226.3

2849542 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 576.0 
KVA

REGULATO
R

3151096 REGULATO
R 
2403,PHAS
E 0.0, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

2870304 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 576.0 
KVA

REGULATO
R

3151096 REGULATO
R 
2403,PHAS
E 0.0, 24.0 
KV

2709112 STATION 
INDIAN 
LAND 
RET, 
3964, 
100.0 KV

42764769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

2279358 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906010 BREAKER 
SPRINGS M 
KATHERINE 
TAP, 100.0 
KV

2709168 STATION 
KATHERI
NE TAP, 
1336, 
100.0 KV

42761701 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

20498353 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901452 BREAKER 
1201, 
12.47 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 199 187 202

20498355 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42062765 BREAKER 
1202, 
12.470 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 184 177 169
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20498356 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42062785 BREAKER 
CBK 1 BRK, 
44.000 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 227 211 217

20498528 1201, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2894054 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

20498532 1201, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2894054 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R10

20498535 1201, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894054 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

20498539 1202, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

42063130 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

20498545 1202, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

42063130 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R06

20498546 1202, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

42063130 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R04

20510525 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902459 BREAKER 
0401, 4.16 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 190 166 177
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20510679 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902463 BREAKER 
0402, 4.16 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 167 178 172

20510680 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902460 BREAKER 
0403, 4.16 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 233 237 228

20795992 0401, 
REGULATO
R 1PH, 
PHASE Y, 
4,330.0 KV

REGULATO
R

2894051 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05

2214818 04, 
CAPACITO
R BANK 
44.000 KV

CAPACITO
R

2892837 CAPACITO
R BANK 04, 
44.000 KV, 
4,800.0 
KVAR

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2215752 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892836 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 OFF

2215796 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892835 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 ON

2256339 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894053 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

2256848 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894053 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05
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2256880 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894052 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257006 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894053 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257538 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894051 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2258288 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894052 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R06

2258658 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894052 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2259154 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894051 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2276692 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903570 BREAKER 
CBK 4 BRK, 
44.0 KV

2709190 STATION 
KERSHA
W RET, 
1638, 
44.0 KV

42763475 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0
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20408802 BREAKER,  
VAC,  ABC 
PH,  27 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  
CYCLES

CIRCUIT 
BREAKER

41832819 BREAKER 
BK 1&2 
24KV BUS 
TIE, 27.000 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 0 0 0

20409133 BREAKER,  
VAC,  ABC 
PH,  27 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  
CYCLES

CIRCUIT 
BREAKER

41832823 BREAKER 
BK 2 24KV 
LT, 27.000 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 0 0 0

20409135 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27.6 KV, 
1200 
AMPS, 25 
KA

CIRCUIT 
BREAKER

41832833 BREAKER 
2408, 
27.000 KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 346 0 0 0

20409136 BREAKER,  
VAC,  ABC 
PH,  27 KV,  
27.6 KV,  
2000 
AMPS,  25 
KA,  
CYCLES

CIRCUIT 
BREAKER

41832834 BREAKER 
BK 1 24 KV 
LT, 27.000 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 388 323.87 332.31 316.09

20409138 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 2,000.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

41832835 BREAKER 
24AX, 
27.000 KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 333 0 0 0

20409171 LTC TYPE 
VACUUM, 
100.000 
KV, E, 0.4 
AMPS

LTC 41832969 TRANSFOR
MER 02, 
PHASE 
UNKNOW
N, 100.000 
KV, 24.000 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2215373 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893463 CAPACITO
R BANK 
1A, 24.0 
KV, 4,800.0 
KVAR

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215727 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893464 CAPACITO
R BANK 1B, 
24.0 KV, 
4,800.0 
KVAR

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2255141 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860923 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2272804 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900059 BREAKER 
2405, 24.0 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 229.32 235.21 225.96

2272805 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900060 BREAKER 
2406, 24.0 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 85.78 87.92 80.68

2456791 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081102 BREAKER 
2403, 24.0 
KV

2709184 STATION 
KNIGHTS 
RET, 
1832, 
100.0 KV

42763752 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 15.68 15.88 16.4

2214440 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892368 CAPACITO
R BANK 01, 
44.0 KV, 
6,000.0 
KVAR

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 ON

2215833 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893125 CAPACITO
R BANK 05, 
100.0 KV, 
24,000.0 
KVAR

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 ON

2273121 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900359 BREAKER 
CBK 5 BRK, 
100.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0
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2276912 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903773 BREAKER 
SPRINGS M 
LAN PL, 
100.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2277033 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903889 BREAKER 
MONROE 
BL, 100.0 
KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2277037 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903893 BREAKER 
MONROE 
WH, 100.0 
KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

2278396 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905101 BREAKER 
FISHING 
CREEK WH, 
100.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2278399 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905104 BREAKER 
100KV HT, 
100.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2278400 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905105 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2278401 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905106 BREAKER 
FISHING 
CREEK BL, 
100.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0
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2279522 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906164 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2279568 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906207 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2280216 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906791 BREAKER 
PLEASANT 
HILL, 44.0 
KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2280329 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906894 BREAKER 
VAN 
WYCK, 
44.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2280331 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906896 BREAKER 
CBK 1 BRK, 
44.0 KV

2709188 STATION 
LANCAST
ER MN, 
1227, 
100.0 KV

42764431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

20308354 0404, 
REGULATO
R 1PH, 
PHASE Z, 
2,400.000 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894000 REGULATO
R 
0404,PHAS
E 0.0, 0.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

20492693 1206, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894005 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04
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20492694 1206, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2894005 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

20492695 1206, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2894005 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

20796009 1203, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894002 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R09

20796012 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2894002 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R09

20796014 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2894002 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R08

2256533 1207,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894006 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2257292 0406,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894001 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R10
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2257293 0406,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894001 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2257325 0406,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894001 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R10

2257769 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894006 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257978 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894004 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R04

2258008 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894004 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

2259425 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894006 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

2260806 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894003 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04
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2261067 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894003 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2261094 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894003 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2261889 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894000 REGULATO
R 
0404,PHAS
E 0.0, 0.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R06

2261898 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894000 REGULATO
R 
0404,PHAS
E 0.0, 0.0 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R03

2274909 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902059 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0

2274910 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902060 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 455 426 432

2274911 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902061 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 415 411 423
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2276949 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903809 BREAKER 
100KV HT, 
100.0 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2277415 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904222 BREAKER 
1207, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 344 351 337

2277734 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904520 BREAKER 
1206, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 288 290 295

2277737 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904522 BREAKER 
1203, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 322 325 315

2278944 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905621 BREAKER 
0403, 4.16 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 266 246 239

2278954 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905631 BREAKER 
0404, 4.16 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 277 265 280

2278971 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905647 BREAKER 
0406, 4.16 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 215 220 228
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2279299 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905957 BREAKER 
1205, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 277 265 278

2279300 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905958 BREAKER 
1204, 
12.47 KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 319 325 327

2375809 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893999 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R06

2375811 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893999 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R05

2383477 REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894004 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

2443546 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893999 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709310 STATION 
LANCAST
ER RET, 
1340, 
100.0 KV

42764949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

20032477 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894927 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA
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20032478 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894927 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

20042642 1201, 
REGULATO
R 1PH, 
PHASE Z, 
333.000 
KV, 333.0 
KV

REGULATO
R

2894927 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

20491494 1204, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894929 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R06

2257986 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894929 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2258178 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894929 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2259113 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894928 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R07

2259131 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894928 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2259159 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894928 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

M-100 Sub 163 
PSDR2-2



2275003 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902145 BREAKER 
1204, 13.0 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 90 103 121

2275431 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902437 BREAKER 
1202, 
12.47 KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 200 196 228

2275440 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902441 BREAKER 
1201, 
12.47 KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 332 336 338

2396699 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043116 BREAKER 
1203, 13.0 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 228 228 235

2415472 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043209 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2415474 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043209 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

2415586 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3043209 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710081 STATION 
LANDO 
RET, 
4087, 
44.0 KV

42763161 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 NA
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2273143 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
5.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900380 BREAKER 
LEEDS TAP, 
24.0 KV

2709068 STATION 
LEEDS 
TAP, 
4123, 
100.0 KV

42764323 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2255621 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2893465 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2257244 1202,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894937 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2257328 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894937 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2257461 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894937 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 Neutral

2274160 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901353 BREAKER 
1202, 
12.47 KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0 179.0 200.3 127.5

2279194 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905854 BREAKER 
1203, 
12.47 KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 134.8 159.6 167.0
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2280889 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907414 BREAKER 
1201, 
12.47 KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 116.2 126.1 124.

2392842 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894936 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

2392848 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894936 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 Neutral

2392854 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894936 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709058 STATION 
LESLIE 
RET, 
4132, 
44.0 KV

42762256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 Neutral

2255631 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894016 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2274004 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901202 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 0

2275737 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902671 BREAKER 
1203, 
12.47 KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1254 0 143 118 146
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2276169 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903087 BREAKER 
1204, 
12.47 KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 107 0 45 68 43

2415467 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894015 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2415469 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894015 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2415476 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894015 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709183 STATION 
LONGTO
WN RET, 
1742, 
100.0 KV

42762909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2215284 MISC 
CAPACITO
RS

CAPACITO
R

2891780 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2709257 STATION 
MARTIN-
MARIETT
A 
ARROW
OOD Q, 
4218, 
44.0 KV

42763781 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 504 OFF

2257005 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893467 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258763 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893467 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2260493 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893467 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261796 0402,REGU
LATOR 
1PH,PHASE 
Y, 100.0 
KVA

REGULATO
R

2893468 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2262065 0402,REGU
LATOR 
1PH,PHASE 
Z, 100.0 
KVA

REGULATO
R

2893468 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2262066 0402,REGU
LATOR 
1PH,PHASE 
X, 100.0 
KVA

REGULATO
R

2893468 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2276151 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903069 BREAKER 
0402, 4.16 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 301.7 253.2 236.2

2276152 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903070 BREAKER 
0401, 4.16 
KV

2709059 STATION 
MASSEY 
ST RET, 
4225, 
44.0 KV

42762146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 212.3 197.5 209.7

2258153 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258206 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894926 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2258222 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260090 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894926 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2275005 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902147 BREAKER 
1201, 
12.47 KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 237 243 253

2369258 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902431 BREAKER 
1202, 
12.47 KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 274 277 206

2454428 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894926 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2463290 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709292 STATION 
NEWPOR
T RET, 
4388, 
44.0 KV

42764195 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

20304179 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2902791 BREAKER 
PINES WH, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0
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20304180 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2903920 BREAKER 
PINES BL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2275844 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902773 BREAKER 
BEAR BL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2275866 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902795 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2275867 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902796 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2276799 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903668 BREAKER 
PROPANE, 
44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2276800 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903669 BREAKER 
TIRZAH, 
44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 2

2276801 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903670 BREAKER 
NEWPORT 
RET HT, 
44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

M-100 Sub 163 
PSDR2-2



2276802 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903671 BREAKER 
FILBERT, 
44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2276804 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903673 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276845 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903708 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

2278676 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905368 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2278677 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905369 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2278743 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905432 BREAKER 
PARR WH, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2278878 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905558 BREAKER 
BEAR WH, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0
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2278879 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905559 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2278880 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905560 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278881 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905561 BREAKER 
NEELYS 
CREEK BL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2278882 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905562 BREAKER 
HOOK BL, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2278883 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905563 BREAKER 
HOOK WH, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2278884 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905564 BREAKER 
NEELYS 
CREEK WH, 
100.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0
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2279887 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906498 BREAKER 
PCB 14, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2279888 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906499 BREAKER 
PCB 12, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2279891 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906502 BREAKER 
PCB 11, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2279894 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906505 BREAKER 
PCB 22, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 3

2279895 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906506 BREAKER 
PCB 1, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0
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2279902 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906512 BREAKER 
PCB 44, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2279909 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906519 BREAKER 
PCB 46, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2279912 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906520 BREAKER 
PCB 41, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2280133 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906717 BREAKER 
PCB 24, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2280134 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906718 BREAKER 
PCB 4, 
525.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2280147 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906730 BREAKER 
PCB 42, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2280150 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906733 BREAKER 
PCB 40, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2280276 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906849 BREAKER 
PCB 43, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2448502 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907519 BREAKER 
PCB 51, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2448503 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907411 BREAKER 
PCB 33, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2448504 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905365 BREAKER 
PCB 58, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2448505 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905367 BREAKER 
PCB 48, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2448506 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906280 BREAKER 
PCB 36, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0
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2448507 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907038 BREAKER 
PCB 56, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2448508 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 4000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907463 BREAKER 
PCB 30, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2448509 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 4000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907102 BREAKER 
PCB 50, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2448510 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906243 BREAKER 
PCB 52, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2455259 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906205 BREAKER 
PCB 53, 
230.0 KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2455292 BREAKER 
GAS, 
UNKNOW
N PH, 
525.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

3064527 BREAKER 
RICHMON
D 
REACTOR 
CB, 525.0 
KV

2709214 STATION 
NEWPOR
T TIE, 
1388, 
525.0 KV

42764284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2214708 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891945 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 792 OFF
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2258587 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893512 REGULATO
R 
1201,PHAS
E 1.0, 13.0 
KV

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2277318 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904133 BREAKER 
1201, 
12.47 KV

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 0 133 137 151

2280879 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907404 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 521 0 0 0

2374829 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893512 REGULATO
R 
1201,PHAS
E 1.0, 13.0 
KV

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2374830 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893512 REGULATO
R 
1201,PHAS
E 1.0, 13.0 
KV

2709280 STATION 
NITROLE
E RET, 
4400, 
44.0 KV

42763153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2214740 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892942 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00000 OFF

2214909 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892941 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 OFF

2259907 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894898 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R05
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2259912 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894898 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R14

2273667 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
4 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900885 BREAKER 
1201, 
12.47 KV

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 3 160 160 100

2370302 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894898 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709134 STATION 
OGDEN 
RET, 
4431, 
44.0 KV

42762116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

2276733 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903608 BREAKER 
PIONEER 
AVE RET 
TAP, 100.0 
KV

2709318 STATION 
PIONEER  
AVE  RET 
TAP, 
1313, 
100.0 KV

42765293 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99898 0

20432075 2408, 
REGULATO
R 1PH, 
PHASE Z, 
144.000 KV

REGULATO
R

2893920 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R10

20432078 2408, 
REGULATO
R 1PH, 
PHASE X, 
144.000 KV

REGULATO
R

2893920 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

20512311 2406, 
REGULATO
R 1PH, 
PHASE Y, 
432.0 KV

REGULATO
R

3042575 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R10
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20519768 2408, 
REGULATO
R 1PH, 
PHASE Y, 
14,400.0 
KV

REGULATO
R

2893920 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R10

20519769 2408, 
REGULATO
R 1PH, 
PHASE Z, 
14,400.0 
KV

REGULATO
R

2893921 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2260547 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893921 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2261418 2406,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3042575 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2261859 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893921 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2261943 2406,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3042575 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R11

2275151 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902255 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0 571.4 588.4 530.5
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2275158 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902259 BREAKER 
2408, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 243 0 195.9 214.6 157.9

2275159 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902260 BREAKER 
2407, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 442 0 129.4 130.6 135

2415492 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042569 BREAKER 
2403, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 0 0 0 0

2415493 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042570 BREAKER 
2404, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0 260.8 234.6 210.8

2415494 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042571 BREAKER 
2406, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 0 265.1 261.5 249.4

2433097 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054007 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0 0 0 0

2433101 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3054005 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 0 261.2 235.6 211.1
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2435622 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172297 BREAKER 
24AX, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 146 0 0 0 0

2435623 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172294 BREAKER 
2402, 24.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147 0 0 0 0

2443180 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
576.0 KVA

REGULATO
R

3042572 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2443181 2403,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
576.0 KVA

REGULATO
R

3042572 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2443182 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
576.0 KVA

REGULATO
R

3042572 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2443183 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
576.0 KVA

REGULATO
R

3042574 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2443184 2403,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
576.0 KVA

REGULATO
R

3042574 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

M-100 Sub 163 
PSDR2-2



2443185 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
576.0 KVA

REGULATO
R

3042574 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2869977 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
576.0 KVA

REGULATO
R

3172013 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2869978 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
576.0 KVA

REGULATO
R

3172013 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2869979 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
576.0 KVA

REGULATO
R

3172013 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L01

2869980 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
576.0 KVA

REGULATO
R

3172014 REGULATO
R 
24AX,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2869981 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
576.0 KVA

REGULATO
R

3172014 REGULATO
R 
24AX,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2869982 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
576.0 KVA

REGULATO
R

3172014 REGULATO
R 
24AX,PHAS
E 0.0, 13.0 
KV

2710252 STATION 
PIONEER 
AVE RET, 
2646, 
100.0 KV

42762820 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215640 1A CAPACITO
R

2893321 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2709282 STATION 
PORTER 
RANCH 
RET, 
4083, 
44.0 KV

42762920 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

M-100 Sub 163 
PSDR2-2



2274075 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901272 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709282 STATION 
PORTER 
RANCH 
RET, 
4083, 
44.0 KV

42762920 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0

2255342 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858496 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709128 STATION 
PPG IND 
FIBER 
GLASS 
CHESTER 
PL, 1764, 
100.0 KV

42763667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L09

2255678 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2893987 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2257000 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893989 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257341 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893986 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2257342 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893986 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2257344 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893986 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03
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2258242 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025321 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258314 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025321 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258404 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893990 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2258405 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893990 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258432 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893990 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2258583 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025321 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258710 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893989 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03
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2275903 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902831 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 422 419 410

2278106 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904851 BREAKER 
1205, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 318 332 328

2278109 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904854 BREAKER 
1206, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 325 327 337

2278110 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904855 BREAKER 
1209, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 355 367 371

2278111 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904856 BREAKER 
1210, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 355 347 359

2278112 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904857 BREAKER 
1211, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 377 379 383

2279865 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906477 BREAKER 
12AX, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0 0
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2279917 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906524 BREAKER 
BK 2&3 
BUS TIE, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 0 0 0

2279962 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906566 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 433 426 442

2280239 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906813 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2385103 1211,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893991 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2385105 1211,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893991 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R02

2385107 1211,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893991 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2448241 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893989 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2710828 STATION 
RED 
ROSE 
RET, 
1606, 
100.0 KV

42765152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04
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2278799 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2905486 BREAKER 
BK 2 13KV 
LT, 13.0 KV

2709185 STATION 
RESOLUT
E FP US 
INC STA 
1, 1247, 
100.0 KV

42763113 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 422 463 450

2278905 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2905583 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2709185 STATION 
RESOLUT
E FP US 
INC STA 
1, 1247, 
100.0 KV

42763113 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 422 437 429

2279008 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2905683 BREAKER 
BK 3 13KV 
LT, 13.0 KV

2709185 STATION 
RESOLUT
E FP US 
INC STA 
1, 1247, 
100.0 KV

42763113 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 390 399 383

2279717 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906340 BREAKER 
BOWATER 
WH, 100.0 
KV

2709185 STATION 
RESOLUT
E FP US 
INC STA 
1, 1247, 
100.0 KV

42763113 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2279845 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906457 BREAKER 
BOWATER 
BL, 100.0 
KV

2709185 STATION 
RESOLUT
E FP US 
INC STA 
1, 1247, 
100.0 KV

42763113 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2279710 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906333 BREAKER 
BOWATER 
WH, 100.0 
KV

2709165 STATION 
RESOLUT
E FP US 
INC STA 
2, 1639, 
100.0 KV

42763723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2280025 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906622 BREAKER 
BOWATER 
BL, 100.0 
KV

2709165 STATION 
RESOLUT
E FP US 
INC STA 
2, 1639, 
100.0 KV

42763723 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0
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2448711 1A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891764 CAPACITO
R BANK 
1A, 0.0 KV, 
1,200.0 
KVAR

2709062 STATION 
RIVER 
RD SS, 
3098, 
44.0 KV

42762148 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2275835 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902764 BREAKER 
MILL NO 2, 
24.0 KV

2709098 STATION 
ROCK 
HILL MN, 
1235, 
100.0 KV

42765169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0 123.6 124.7 121.4

2276374 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903274 BREAKER 
ROCK HILL 
WH, 100.0 
KV

2709098 STATION 
ROCK 
HILL MN, 
1235, 
100.0 KV

42765169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2276375 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903275 BREAKER 
ROCK HILL 
BL, 100.0 
KV

2709098 STATION 
ROCK 
HILL MN, 
1235, 
100.0 KV

42765169 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2278839 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905519 BREAKER 
ROCKY 
CREEK NO 
3, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2278840 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905520 BREAKER 
ROCKY 
CREEK NO 
1, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0
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2278841 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905521 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2278848 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905528 BREAKER 
BK 4 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2278849 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905529 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2278850 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905530 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 054 0

2278851 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905531 BREAKER 
ROCKY 
CREEK NO 
4, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

42761792 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0
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2278839 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905519 BREAKER 
ROCKY 
CREEK NO 
3, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 35 0

2278840 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905520 BREAKER 
ROCKY 
CREEK NO 
1, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 041 0

2278841 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905521 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 074 0

2278848 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905528 BREAKER 
BK 4 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 32 0

2278849 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905529 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 07 0
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2278850 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905530 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 054 0

2278851 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905531 BREAKER 
ROCKY 
CREEK NO 
4, 44.0 KV

2708399 STATION 
ROCKY 
CREEK 
HYDRO, 
4650, 
44.0 KV

43130871 NORMAL 
STATION 
INSPECTIO
N - ROCKY 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 22 0

2256098 0701,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 38.0 
KVA

REGULATO
R

2893520 REGULATO
R 
0701,PHAS
E 0.0, 6.9 
KV

2711143 STATION 
ROCKY 
CREEK 
RET, 
1165, 
44.000 
KV

42762814 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215904 1A CAPACITO
R

2893189 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1766 OFF

2215905 1B CAPACITO
R

2893190 CAPACITO
R BANK 1B, 
0.0 KV, 
4,200.0 
KVAR

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1092 OFF

2255010 LTC TYPE 
UNKNOW
N, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2861139 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2255280 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 864.0 
AMPS

LTC 2861371 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08
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2273504 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900729 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 381.7 399.6 393.5

2273508 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900733 BREAKER 
2403, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 142.1 150.1 135.9

2273605 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900825 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1369

2273606 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900826 BREAKER 
2401, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 183 240.1 250.9 259.7

2274573 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901744 BREAKER 
2405, 24.0 
KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 436 75.3 76.4 73.7

2274581 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901752 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 541 298 302.2 294.4
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2274582 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901753 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708731 STATION 
ROYAL 
RET, 
1859, 
100.0 KV

42763005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 414

2280990 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907502 BREAKER 
100KV HT, 
100.0 KV

2709099 STATION 
SIEMENS 
POWER 
GEN DEL 
3, 1676, 
100.0 KV

42764924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 747 0 18.7 18.9 18.7

2214242 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891760 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2709064 STATION 
SIEMENS 
POWER 
GEN INC, 
1361, 
100.0 KV

42764895 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2279797 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906413 BREAKER 
CANAL BL 
TAP, 100.0 
KV

2709064 STATION 
SIEMENS 
POWER 
GEN INC, 
1361, 
100.0 KV

42764895 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 687 0 0 0 0

2280095 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906683 BREAKER 
CANAL WH 
TAP, 100.0 
KV

2709064 STATION 
SIEMENS 
POWER 
GEN INC, 
1361, 
100.0 KV

42764895 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 856 0 47.6 46.9 46.7

2387932 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905070 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2709064 STATION 
SIEMENS 
POWER 
GEN INC, 
1361, 
100.0 KV

42764895 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 591 0
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2214771 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892718 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2709219 STATION 
SPRINGS 
GLOBAL 
KATHERI
NE PL, 
1337, 
100.0 KV

42764888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 OFF

2280560 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907107 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2709219 STATION 
SPRINGS 
GLOBAL 
KATHERI
NE PL, 
1337, 
100.0 KV

42764888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 00 00 00

2214125 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2892559 CAPACITO
R BANK 01, 
0.0 KV, 
5,400.0 
KVAR

2709158 STATION 
SPRINGS 
IND 
LANCAST
ER SS, 
1021, 
100.0 KV

42763221 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215544 03 CAPACITO
R

2893029 CAPACITO
R BANK 03, 
0.0 KV, 
5,400.0 
KVAR

2709158 STATION 
SPRINGS 
IND 
LANCAST
ER SS, 
1021, 
100.0 KV

42763221 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215674 02 CAPACITO
R

2893028 CAPACITO
R BANK 02, 
0.0 KV, 
5,400.0 
KVAR

2709158 STATION 
SPRINGS 
IND 
LANCAST
ER SS, 
1021, 
100.0 KV

42763221 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2278844 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905524 BREAKER 
GRACE 
DEL, 44.0 
KV

2709158 STATION 
SPRINGS 
IND 
LANCAST
ER SS, 
1021, 
100.0 KV

42763221 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0
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2274304 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901489 BREAKER 
WH PL DEL 
2, 13.8 KV

2709100 STATION 
SPRINGS 
IND R&D 
FACILITY, 
4818, 
100.0 KV

42764877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 .107 .077 .110

2275398 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902428 BREAKER 
SPRINGS M 
R&D 
CENTER, 
13.0 KV

2709100 STATION 
SPRINGS 
IND R&D 
FACILITY, 
4818, 
100.0 KV

42764877 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 20 10 10

2275620 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902557 BREAKER 
SPRINGS 
IND LEROY 
& 
RIVERLAW
N, 13.0 KV

2709069 STATION 
SPRINGS 
IND SS, 
1023, 
100.0 KV

42763633 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 725 0 0 0 0

2275631 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902567 BREAKER 
SPRINGS M 
ELLIOT PL, 
13.0 KV

2709069 STATION 
SPRINGS 
IND SS, 
1023, 
100.0 KV

42763633 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 483 0 0 0 0

20007166 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905336 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 635.8 622.2 603.5

2215557 2A CAPACITO
R

2893106 CAPACITO
R BANK 
2A, 0.0 KV, 
6,300.0 
KVAR

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2156 OFF

2215558 2B CAPACITO
R

2893107 CAPACITO
R BANK 2B, 
0.0 KV, 
7,200.0 
KVAR

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1418 OFF
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2215668 1A CAPACITO
R

2893088 CAPACITO
R BANK 
1A, 0.0 KV, 
6,300.0 
KVAR

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1242 OFF

2255302 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2860730 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2255323 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860731 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R15

2272929 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900176 BREAKER 
2408, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0 340.8 358.3 278.3

2272966 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900213 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1362 0

2272967 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900214 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2332 0

2276552 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903438 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 417.1 402.2 399.6
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2278739 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905429 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 557 0 0 0 0

2278740 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905430 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 490 0 1061.5 1101.6 997.7

2278925 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905603 BREAKER 
24AX, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 0 0 0

2278948 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905625 BREAKER 
2402, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1006 0 327.8 309 290.6

2278949 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905626 BREAKER 
2407, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 772 0 356.6 376.2 358.8

2278950 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905627 BREAKER 
2403, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 837 0 315.6 321.7 325.7

2279195 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905855 BREAKER 
2405, 24.0 
KV

2710829 STATION 
STEELE 
CREEK 
RET, 
1646, 
100.0 KV

42762804 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 506 0 378 385.1 364.7
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20048122 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40533309 BREAKER 
2401, 
24.000 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 26.3 25.0 27.3

20048123 BREAKER 
VAC, 
Unknown 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40533310 BREAKER 
2402, 
24.000 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 268.2 266.4 264.0

20048154 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40533308 BREAKER 
BK 1 LT

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 285.8 285.7 283.6

20077684 REGULATO
R 1PH, 
PHASE Z, 
13.800 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

40693223 REGULATO
R 2401, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

20084648 REGULATO
R 1PH, 
PHASE X, 
13.800 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

40693223 REGULATO
R 2401, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R02

20085755 REGULATO
R 1PH, 
PHASE Z, 
13.800 KV, 
14,400.0 
KV

REGULATO
R

40701434 REGULATO
R 2402, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

20085894 REGULATO
R 1PH, 
PHASE X, 
13.800 KV, 
14,400.0 
KV

REGULATO
R

40701434 REGULATO
R 2402, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R01
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2258166 REGULATO
R 1PH, 
PHASE Y, 
13.800 KV

REGULATO
R

40701434 REGULATO
R 2402, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R01

2258780 REGULATO
R 1PH, 
PHASE Y, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40693223 REGULATO
R 2401, 
6.900 KV

2709013 STATION 
SUN CITY 
RET, 
2603, 
100.000 
KV

42761947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R08

2215782 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892313 CAPACITO
R BANK 1B, 
4.16 KV, 
1,500.0 
KVAR

2709070 STATION 
SUPERIO
R ESSEX 
CHESTER 
PL, 3665, 
44.0 KV

42762263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00000000 OFF

2215852 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892312 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2709070 STATION 
SUPERIO
R ESSEX 
CHESTER 
PL, 3665, 
44.0 KV

42762263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0000000 OFF

20280862 24B3, 
REGULATO
R 1PH, 
PHASE Y, 
14.400 KV, 
432.0 KV

REGULATO
R

2893632 REGULATO
R 
24B3,PHAS
E 0.0, 13.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2255054 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860621 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L01

2257703 24B3,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893632 REGULATO
R 
24B3,PHAS
E 0.0, 13.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259792 24B3, 
REGULATO
R 1PH, 
PHASE X, 
24,800.0 
KV, 450.0 
KVA

REGULATO
R

2893632 REGULATO
R 
24B3,PHAS
E 0.0, 13.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2275267 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902352 BREAKER 
2409, 24.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 4 241.5 264.2 253.9

2275600 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902543 BREAKER 
100KV HT, 
100.0 KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2275671 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902607 BREAKER 
24AX, 24.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0 0 0 0

2275925 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902852 BREAKER 
2405, 24.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 1 196.2 184.2 141.2

2276084 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903007 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 269.2 263.5 216.6

2277720 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904506 BREAKER 
2406, 24.0 
KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 1 77.2 79.7 78.1

2278171 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904914 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0 0
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2278173 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904916 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709065 STATION 
TEGA 
CAY RET, 
1493, 
100.0 KV

42762901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 241.8 264.4 254.2

2214329 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892778 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2258492 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893696 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2258519 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893696 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05

2258617 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893696 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2260312 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893697 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2261227 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893697 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05
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2275523 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902470 BREAKER 
1204, 
12.47 KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 174 164 166

2275554 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902499 BREAKER 
1203, 
12.47 KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 175 168 183

2843959 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893697 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709186 STATION 
TRADESV
ILLE RET, 
4954, 
44.0 KV

42763811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2257900 2402,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893956 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R07

2259349 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893956 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R07

2260334 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893955 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2260536 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893955 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R05
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2260537 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893955 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

2261258 2402,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893956 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R10

2273103 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900341 BREAKER 
1201, 
12.47 KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 215 199 210

2274185 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901377 BREAKER 
2402, 24.0 
KV

2709212 STATION 
VAN 
WYCK 
RET, 
5018, 
44.000 
KV

42764958 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 241 239 235

2456874 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904731 BREAKER 
INDIANLA
ND, 44.0 
KV

2709071 STATION 
VAN 
WYCK 
TIE, 
1725, 
100.0 KV

42762012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2456875 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906591 BREAKER 
VAN 
WYCK, 
44.0 KV

2709071 STATION 
VAN 
WYCK 
TIE, 
1725, 
100.0 KV

42762012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2456876 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906753 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709071 STATION 
VAN 
WYCK 
TIE, 
1725, 
100.0 KV

42762012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2456877 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907045 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709071 STATION 
VAN 
WYCK 
TIE, 
1725, 
100.0 KV

42762012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215713 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893109 CAPACITO
R BANK 01, 
100.0 KV, 
64,800.0 
KVAR

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2041 OFF

2215715 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893110 CAPACITO
R BANK 02, 
100.0 KV, 
64,800.0 
KVAR

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2085 OFF

2272939 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900186 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 0

2272940 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900187 BREAKER 
RED RIVER 
NO 2, 44.0 
KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 081 0

2272941 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900188 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 0

2272942 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900189 BREAKER 
HARMONY 
NO 1, 44.0 
KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 254 0
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2272943 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900190 BREAKER 
RED RIVER 
NO 1, 44.0 
KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 303 0

2272944 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900191 BREAKER 
MCCALISTE
R, 44.0 KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 310 0

2272945 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900192 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 207 0

2272946 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900193 BREAKER 
HARMONY 
NO 2, 44.0 
KV

2709133 STATION 
WALKER 
TIE, 
1838, 
100.0 KV

42761982 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 232 0

2274080 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901276 BREAKER 
WATEREE 
BL, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 125 0

2274081 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901277 BREAKER 
WATEREE 
WH, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 0
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2274082 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901278 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 152 0

2274083 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901279 BREAKER 
DUKE 
CP&L TIE, 
100.0 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 223 0

2274084 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901280 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 0

2276457 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903348 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 0

2276507 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903394 BREAKER 
BUS 3&4 
7.2KV TIE, 
7.2 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

M-100 Sub 163 
PSDR2-2



2276508 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903395 BREAKER 
BUS 1&2 
7.2KV TIE, 
7.2 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2278873 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905553 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 0

2278886 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905566 BREAKER 
BK 4 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

42761889 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 439 0

2274080 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901276 BREAKER 
WATEREE 
BL, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 126 0

2274081 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901277 BREAKER 
WATEREE 
WH, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 143 0
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2274082 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901278 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 153 0

2274083 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901279 BREAKER 
DUKE 
CP&L TIE, 
100.0 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 224 0

2274084 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901280 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 166 0

2276457 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903348 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 265 0

2276507 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903394 BREAKER 
BUS 3&4 
7.2KV TIE, 
7.2 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0
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2276508 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903395 BREAKER 
BUS 1&2 
7.2KV TIE, 
7.2 KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2278873 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905553 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 294 0

2278886 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905566 BREAKER 
BK 4 100KV 
HT, 100.0 
KV

2708400 STATION 
WATERE
E 
HYDRO, 
1278, 
115.0 KV

43130837 NORMAL 
STATION 
INSPECTIO
N - 
WATEREE 
HYDRO

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 440 0

2257488 1200,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893890 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709072 STATION 
WIRE 
INDUSTR
IES INC, 
4412, 
44.0 KV

42763701 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2257489 1200,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893890 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709072 STATION 
WIRE 
INDUSTR
IES INC, 
4412, 
44.0 KV

42763701 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2257494 1200,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893890 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709072 STATION 
WIRE 
INDUSTR
IES INC, 
4412, 
44.0 KV

42763701 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04
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2258423 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893746 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260042 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893833 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2260043 2406,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893877 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2260292 REGULATO
R 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893746 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2260588 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893833 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2260771 2407,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893878 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2260808 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893833 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2261278 2406,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893877 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2261681 2407,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893878 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2261800 2406,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893877 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2261986 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893878 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261987 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893746 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2274101 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901296 BREAKER 
2401, 24.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 467 1 121.1 127.2 148.3

2274102 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901297 BREAKER 
24AX, 24.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 476 0 0 0 0
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2274180 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901372 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 407 0 229.2 226.3 280.8

2274693 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901859 BREAKER 
2402, 24.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 0 113.8 102 133.8

2274808 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901964 BREAKER 
2406, 24.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 314 0 278.5 244.1 224.6

2274809 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901965 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 243 0

2274810 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901966 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 288 0 312.4 270.9 243.7

2274813 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901969 BREAKER 
2407, 24.0 
KV

2708743 STATION 
WITHERS 
RET, 
2014, 
100.0 KV

42765139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 310 0 38.6 28.3 20
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2276328 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
600.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903236 BREAKER 
M-G 1 BRK, 
0.6 KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

42761781 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276517 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903404 BREAKER 
UNIT 1 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

42761781 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276518 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903405 BREAKER 
UNIT 2 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

42761781 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276519 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903406 BREAKER 
UNIT 3 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

42761781 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276520 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903407 BREAKER 
UNIT 4 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

42761781 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2276328 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
600.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903236 BREAKER 
M-G 1 BRK, 
0.6 KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

43130869 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2276517 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903404 BREAKER 
UNIT 1 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

43130869 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2276518 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903405 BREAKER 
UNIT 2 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

43130869 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2276519 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 
46.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903406 BREAKER 
UNIT 3 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

43130869 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2276520 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2903407 BREAKER 
UNIT 4 
BRK, 7.2 
KV

2707957 STATION 
WYLIE 
HYDRO 
PL, 1126, 
44.0 KV

43130869 NORMAL 
STATION 
INSPECTIO
N - WYLIE 
HYDRO PL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

M-100 Sub 163 
PSDR2-2



20153560 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2904452 BREAKER 
WYLIE BL, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

20176633 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41208786 BREAKER 
CEL RIVER 
BL, 
100.000 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2215327 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893404 CAPACITO
R BANK 04, 
100.0 KV, 
100,800.0 
KVAR

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 OFF

2215518 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893068 CAPACITO
R BANK 01, 
44.0 KV, 
25,200.0 
KVAR

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 OFF

2272797 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900052 BREAKER 
ROCK HILL 
WH, 100.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2272849 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900101 BREAKER 
FESCUE, 
44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2272850 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900102 BREAKER 
HARMONY 
NO 2, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

M-100 Sub 163 
PSDR2-2



2272919 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900166 BREAKER 
CBK 1 BRK, 
44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2273289 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900524 BREAKER 
ROCK HILL 
BL, 100.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2273394 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900623 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2273395 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900624 BREAKER 
GRAY 
ROCK, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2274040 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901238 BREAKER 
FORT MILL 
BL, 100.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2274041 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901239 BREAKER 
HUCKLEBE
RRY WH, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2274174 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901366 BREAKER 
ZOAR 
B&W, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

M-100 Sub 163 
PSDR2-2



2274899 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902051 BREAKER 
CBK 4 BRK, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2275209 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903390 BREAKER 
WEDDING
TON WH, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2275210 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902309 BREAKER 
CHARLOTT
E NO 2, 
44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2275211 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902310 BREAKER 
HARMONY 
NO 1, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2275212 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902311 BREAKER 
INDIANLA
ND, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2275213 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902312 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2275214 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902313 BREAKER 
MCCALISTE
R, 44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

M-100 Sub 163 
PSDR2-2



2276577 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903462 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2276652 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903531 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2276653 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903532 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2276655 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903534 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2276763 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903637 BREAKER 
BK 4 44KV 
HT, 44.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2279334 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905988 BREAKER 
HUCKLEBE
RRY BL, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2280124 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906709 BREAKER 
BK 5&6 
100KV HT, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

M-100 Sub 163 
PSDR2-2



2280955 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907472 BREAKER 
WYLIE WH, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2281033 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907541 BREAKER 
WEDDING
TON BL, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2415316 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904557 BREAKER 
CANAL 
WH, 100.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2415317 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904546 BREAKER 
CANAL BL, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2415318 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906197 BREAKER 
HOOK BL, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2415319 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905452 BREAKER 
CEL RIVER 
WH, 
100.000 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2415320 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907505 BREAKER 
HOOK WH, 
100.0 KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

M-100 Sub 163 
PSDR2-2



2448127 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907006 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711088 STATION 
WYLIE 
SW STA, 
1339, 
100.0 KV

42762454 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2444212 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891775 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2710054 STATION 
YORK E C 
DEL 10 
FLINT 
HILL, 
5130, 
44.0 KV

42762549 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 OFF

2273066 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900304 BREAKER 
100KV HT, 
100.0 KV

2709066 STATION 
YORK E C 
DEL 15, 
1672, 
100.0 KV

42762788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2273543 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900768 BREAKER 
100KV HT, 
100.0 KV

2709073 STATION 
YORK E C 
DEL 16, 
1678, 
100.0 KV

42762575 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

20313727 BREAKER 
VAC, ABC 
PH, 13.000 
KV, 1,200.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

2900390 BREAKER 
1211, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 264 255 280

2214381 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892124 CAPACITO
R BANK 
3A, 12.47 
KV, 1,800.0 
KVAR

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2215036 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892123 CAPACITO
R BANK 
2A, 12.47 
KV, 1,800.0 
KVAR

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 226 OFF

2257941 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894836 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

M-100 Sub 163 
PSDR2-2



2257943 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894836 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2257960 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894839 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2257962 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894841 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257971 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894839 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2257972 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894841 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2257973 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894841 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2259083 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894840 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06
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2259096 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894840 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2259138 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894840 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2259665 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894842 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2259675 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894842 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2259679 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894842 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260012 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894836 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

2260520 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894839 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05
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2261448 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893525 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2261449 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893525 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2261450 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893525 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2273483 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900708 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 0 0 0

2273485 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900710 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0 0

2274113 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901307 BREAKER 
0401, 4.16 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 152 134 136

2274519 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 8.9 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901692 BREAKER 
0402, 4.16 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 114 69 104
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2274706 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901673 BREAKER 
2401, 24.0 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 25 50 47

2275710 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902645 BREAKER 
BK 4 
12.5KV HT, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 42 39 43

2277506 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904312 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2277577 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904371 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 226 0 0 0

2277988 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904754 BREAKER 
12AX, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0 0

2278038 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904793 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0 0

2279359 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906011 BREAKER 
1208, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 241 231 250
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2280519 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907068 BREAKER 
1202, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 1 273 331 305

2280537 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907084 BREAKER 
1210, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0 216 174 177

2280556 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907103 BREAKER 
1209, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 218 250 230

2280735 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907266 BREAKER 
1207, 
12.47 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 123 100 121

2281034 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907542 BREAKER 
100KV HT, 
100.0 KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2383397 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894837 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09

2383427 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894837 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07
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2388190 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894838 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2388252 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894838 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2388258 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894838 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2417714 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894837 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710805 STATION 
YORK 
RET, 
1664, 
100.0 KV

42764997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

20024625 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012082 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024626 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012082 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024627 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012082 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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20024628 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012083 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024629 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012083 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024630 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012083 REGULATO
R 
12AX,PHAS
E 0.0, 0.0 
KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024413 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012025 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260392 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

40012025 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2261952 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012025 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2430321 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058135 BREAKER 
BK 1 13KV 
LT, 13.0 KV

3049721 STATION 
APPLE 
INC PV2, 
2702, 
100.0 KV

42764115 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 1015 1014 1015
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2838365 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154481 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

3063232 STATION 
APPLE 
INC PV3, 
2721, 
100.0 KV

42761755 NORMAL 
STATION 
INSPECTIO
N - APPLE 
INC PV3

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 846 847 847

2255257 LTC TYPE 
UNKNOW
N, 0.0 KV, 
I,LTC 
UNKNOW
N, 600.0 
AMPS

LTC 2861306 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L04

2255268 LTC TYPE 
UNKNOW
N, 0.0 KV, 
I,LTC 
UNKNOW
N, 600.0 
AMPS

LTC 2861307 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L07

2275150 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902254 BREAKER 
1206, 13.0 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 174 174 171

2275194 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902294 BREAKER 
1209, 13.0 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 270 271 268

2275195 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902295 BREAKER 
1205, 13.0 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 222 221 219

2275196 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902296 BREAKER 
1210, 13.0 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 202 203 203
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2275342 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902404 BREAKER 
BK 3 
12.5KV LT, 
13.0 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 809 804 807

2275343 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902405 BREAKER 
BUS 2&3 
12.5KV TIE, 
13.0 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00 00 00

2275344 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902406 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 799 804 796

2275346 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902408 BREAKER 
MULL WH 
SOUTH, 
100.0 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 00

2275347 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902409 BREAKER 
MULL WH 
NORTH, 
100.0 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 00

2411785 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046905 BREAKER 
1207, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 1183 1181 1182

2411786 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046906 BREAKER 
1208, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 00 00 00
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2411793 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049083 BREAKER 
1201, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 197 199 196

2419947 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049082 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 448 452 452

2419949 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049138 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 00 00 00

2420236 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049088 BREAKER 
1203, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 221 223 221

2420237 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049084 BREAKER 
1202, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 253 255 255

2420240 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049089 BREAKER 
1204, 
12.47 KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 221 224 222

2428431 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 3049087 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2711177 STATION 
APPLE 
INC, 
2667, 
100.0 KV

42763975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05
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20332545 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 41611550 TRANSFOR
MER 01, 
100.000 
KV, 44.000 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

20332548 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 41611553 TRANSFOR
MER 02, 
100.000 
KV, 44.000 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L03

20332550 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 41611554 TRANSFOR
MER 03, 
100.000 
KV, 44.000 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L04

20332562 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611716 BREAKER 
1201, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 00 00 00

20332563 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611719 BREAKER 
1202, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 00 00 00

20332564 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611720 BREAKER 
1203, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 00 00 00

20332565 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611721 BREAKER 
1204, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 153 154 149
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20332566 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611722 BREAKER 
1205, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 225 226 227

20332567 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611723 BREAKER 
1206, 
12.470 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 394 395 395

20332568 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41611724 BREAKER 
MULL BL 
SOUTH, 
100.000 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 00

20332570 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41611725 BREAKER 
MULL BL 
NORTH, 
100.000 KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 00

20332571 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41611726 BREAKER 
BK  2&3 
12.47KV 
LT, 12.470 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 00 00 00

20332572 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41611727 BREAKER 
BK 1&2 
12.47KV 
LT, 12.470 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00 00 00

M-100 Sub 163 
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20332573 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 15.5 
KV, 3,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41611728 BREAKER 
BK 3 
12.47KV 
LT, 12.470 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 615 618 618

20332574 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611729 BREAKER 
BK 2 
12.47KV 
LT, 12.470 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 190 187 182

20332575 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  3000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41611730 BREAKER 
BK 1 24KV 
LT, 2.400 
KV

40004947 STATION 
APPLE 
STA 2, 
5587, 
100.000 
KV

42761700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 00 00 00

2215237 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892628 CAPACITO
R BANK 1B, 
0.46 KV, 
800.0 
KVAR

2708507 STATION 
BERNHA
RDT 
FURN CO 
PL 2, 
3125, 
44.0 KV

42764904 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0000 OFF

2215781 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892627 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708507 STATION 
BERNHA
RDT 
FURN CO 
PL 2, 
3125, 
44.0 KV

42764904 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0000 OFF

2399691 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892745 CAPACITO
R BANK 
1A, 0.48 
KV, 900.0 
KVAR

2708510 STATION 
BERNHA
RDT 
FURN CO 
PL 3, 
3126, 
44.0 KV

42762969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78

2215029 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892105 CAPACITO
R BANK 1B, 
12.47 KV, 
2,400.0 
KVAR

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 OFF

M-100 Sub 163 
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2215085 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892104 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 153 ON

2259239 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893832 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R10

2259259 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893832 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2260478 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893832 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R16

2262088 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894825 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

2262094 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894825 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R09

2262095 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894825 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08
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2273359 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900589 BREAKER 
1202, 
12.47 KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1340 0 265.5 258.5 211.1

2273363 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900593 BREAKER 
1201, 
12.47 KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1719 0 223.6 225.4 219.1

2274728 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901891 BREAKER 
1204, 
12.47 KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 164.2 171.7 169.3

2277695 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904483 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8101 0 0 0

2388181 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894826 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R08

2388187 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894826 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R10

2388211 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894826 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R10

M-100 Sub 163 
PSDR2-2



2873434 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907582 BREAKER 
EMC DEL 
12, 12.470 
KV

2708846 STATION 
BETHLEH
EM SS, 
3135, 
44.000 
KV

42762780 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 235.12 227.99 265.99

2214335 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891848 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2708489 STATION 
BLUE 
RIDGE 
EMC DEL 
5, 1711, 
44.0 KV

42764329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2214338 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891849 CAPACITO
R BANK 1B, 
12.47 KV, 
1,200.0 
KVAR

2708489 STATION 
BLUE 
RIDGE 
EMC DEL 
5, 1711, 
44.0 KV

42764329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2277526 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904331 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708489 STATION 
BLUE 
RIDGE 
EMC DEL 
5, 1711, 
44.0 KV

42764329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000 00 00 00

20880672 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906767 BREAKER 
AVERY 
WH, 100.0 
KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

20880673 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904759 BREAKER 
BRIDGEWA
TER WH, 
100.0 KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

20880685 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903211 BREAKER 
BRIDGEWA
TER BL, 
100.0 KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0
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20880686 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903212 BREAKER 
AVERY BL, 
100.0 KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

20880687 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906392 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

20880688 BREAKER 
GAS, ABC 
PH, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902984 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2214094 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892670 CAPACITO
R BANK 01, 
100.0 KV, 
28,800.0 
KVAR

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1408 OFF

2214095 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892671 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2708526 STATION 
BREEDE
N 
SWITCHI
NG STA, 
1408, 
100.0 KV

42764366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1032 ON

2257255 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894729 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral
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2257531 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894728 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2259633 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894729 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2259800 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894728 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2259811 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894729 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R15

2259828 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894728 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2274510 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901684 BREAKER 
1201, 
12.47 KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 220 0 0 0

2274511 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901685 BREAKER 
1202, 
12.47 KV

2708773 STATION 
BRIDGEP
ORT RET, 
3200, 
44.0 KV

42763639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 199 272 0317 255
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20388126 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903280 BREAKER 
BRIDGEWA
TER WH, 
100.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2273532 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
43.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900757 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2274720 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906284 BREAKER 
JAMES, 
44.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2275011 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900120 BREAKER 
MARION 
WH, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2275311 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900062 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0
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2276377 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903277 BREAKER 
BRIDGEWA
TER BL, 
100.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2276378 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903278 BREAKER 
MARION 
BL, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

2279623 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906255 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

42761759 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

20388126 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903280 BREAKER 
BRIDGEWA
TER WH, 
100.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 45 0

2273532 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
43.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900757 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 28 0
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2274720 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906284 BREAKER 
JAMES, 
44.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 39 0

2275011 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900120 BREAKER 
MARION 
WH, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 70 0

2275311 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900062 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 26 0

2276377 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903277 BREAKER 
BRIDGEWA
TER BL, 
100.0 KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 24 0

2276378 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903278 BREAKER 
MARION 
BL, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 23 0
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2279623 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906255 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708406 STATION 
BRIDGE
WATER 
HYDRO 
PL, 1141, 
100.0 KV

43130797 NORMAL 
STATION 
INSPECTIO
N - 
BRIDGEWA
TER 
HYDRO PL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 64 0

2214263 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891745 CAPACITO
R BANK 
1A, 4.16 
KV, 750.0 
KVAR

2708522 STATION 
BRISTOL 
IND 
BRIDGE
WATER 
CHIP M, 
3202, 
44.0 KV

42764633 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

20375521 1201, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

3055531 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R04

20375525 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

3055531 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

20375527 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

3055531 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

20376298 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

3055518 BREAKER 
1201, 
12.47 KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 276 111 113 110

2215624 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892260 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 55 OFF
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2273023 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900262 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 107 126 126 127

2416293 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

41727277 REGULATO
R BANK 
1202, 
6.900 KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2420280 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41729705 BREAKER 
1202, 
12.470 KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 094 198 213 213

2434053 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

41727277 REGULATO
R BANK 
1202, 
6.900 KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2435482 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

41727277 REGULATO
R BANK 
1202, 
6.900 KV

2708723 STATION 
BROUGH
TON 
RET, 
5202, 
44.0 KV

42764938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2215758 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892540 CAPACITO
R BANK 
1A, 0.46 
KV, 1,800.0 
KVAR

2708509 STATION 
BROYHIL
L FURN 
IND 
PACEMA
KER PL, 
3221, 
44.0 KV

42764909 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 21 OFF

2215301 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892055 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF
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2215304 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892056 CAPACITO
R BANK 1B, 
12.47 KV, 
1,500.0 
KVAR

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF

2256608 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2256805 1212,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2257095 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2257256 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2257352 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894712 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2273941 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901142 BREAKER 
1202, 
12.47 KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2104 0 392 413 421

M-100 Sub 163 
PSDR2-2



2275202 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902302 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

2275533 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902480 BREAKER 
1203, 
12.47 KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1574 0 563 480 404

2415750 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894711 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708525 STATION 
CANOE 
CREEK 
RET, 
3292, 
69.0 KV

42763602 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2214641 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892418 CAPACITO
R BANK 1B, 
0.6 KV, 
1,200.0 
KVAR

2708375 STATION 
CAROLIN
A GLOVE 
CO PL 3, 
3304, 
44.0 KV

42764868 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 OFF

2280923 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907444 BREAKER 
CAROLINA 
M JW 
ABERNATH
Y PL TAP, 
100.0 KV

2710261 STATION 
CAROLIN
A M JW 
ABERNA
THY PL 
TAP, 
1310, 
100.0 KV

42765215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 00

20684731 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907145 BREAKER 
1202, 
12.47 KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 310 254 246

2215025 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892514 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF
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2215088 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892672 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF

2257784 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894607 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R13

2257785 1203,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894607 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R10

2257786 1203,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894607 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R11

2257787 1202,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894608 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R11

2257788 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894608 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R10

2261717 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894608 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R12

2272878 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900125 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0 0 0

2280604 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907144 BREAKER 
1203, 
12.47 KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 275 265 322
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2385034 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031898 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R11

2385035 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031898 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R14

2385037 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031899 REGULATO
R 
1204,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R10

2385047 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031899 REGULATO
R 
1204,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2385048 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031898 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R12

2385050 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3031899 REGULATO
R 
1204,PHAS
E 1.0, 0.0 
KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2392687 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3031895 BREAKER 
1201, 
12.47 KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 113 102 93
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2392689 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3031896 BREAKER 
1204, 
12.47 KV

2708835 STATION 
CARSON 
RET, 
3315, 
44.0 KV

42763402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 247 152 324

2259078 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894914 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2259175 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894913 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2260820 1202, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894911 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2260999 1202, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894911 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2261103 1202, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894911 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261990 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894912 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

M-100 Sub 163 
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2261991 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894912 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261992 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894912 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2272860 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900112 BREAKER 
1202, 
12.47 KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 303 411 355 280

2272861 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900113 BREAKER 
1205, 
12.47 KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 275 220 183 124

2272862 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900114 BREAKER 
1204, 
12.47 KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 146 135 225

2272863 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900115 BREAKER 
1203, 
12.47 KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 250 361 277 262

2368528 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894914 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2368529 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894914 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2392840 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894913 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2394544 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894913 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708363 STATION 
CATAWB
A RET, 
3331, 
44.0 KV

42764271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

20176500 REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232006 REGULATO
R 1202, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

20176501 REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232006 REGULATO
R 1202, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

20176502 REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232006 REGULATO
R 1202, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

20176503 REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232007 REGULATO
R 1203, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02
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20176504 REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232007 REGULATO
R 1203, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

20176505 REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41232007 REGULATO
R 1203, 
6.900 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2256565 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894879 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2261886 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894880 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261887 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894880 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2261888 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894880 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2261892 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894879 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01
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2261893 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894879 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2280873 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907398 BREAKER 
1204, 
12.47 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2097 0 145 116 123

2280891 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907416 BREAKER 
1201, 
12.47 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1470 0 156 169 152

2871490 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41306364 BREAKER 
1202, 
12.470 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 145 140 119

2873436 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41231995 BREAKER 
1203, 
12.470 KV

2708361 STATION 
CATFISH 
RET, 
3334, 
44.0 KV

42764615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 60 97 90

2213933 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892130 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2258703 REGULATO
R 1PH, 
250.0 KVA

REGULATO
R

2894717 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

M-100 Sub 163 
PSDR2-2



2258994 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894716 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2259122 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894716 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2260075 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894717 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2260992 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894716 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R16

2261272 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894717 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2273938 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901139 BREAKER 
1202, 
12.47 KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1994 0 5 80 80

2280401 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906964 BREAKER 
1203, 
12.47 KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1405 2 210 205 215
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2280612 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907151 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709284 STATION 
CHAMBE
RS RET, 
3346, 
44.000 
KV

42763663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 0 0

20152679 REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

2894910 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 Neutral

20540813 1211, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
250.0 KVA

REGULATO
R

2894909 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L02

2214384 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892962 CAPACITO
R BANK 
3A, 12.47 
KV, 4,500.0 
KVAR

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 OFF

2215682 2A CAPACITO
R

2893225 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1302 OFF

2257310 1206,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894907 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02

2257313 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894907 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02
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2257330 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894907 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

2260936 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894910 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02

2261005 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894908 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

2261006 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894908 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 Neutral

2261247 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894910 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02

2261484 REGULATO
R 1PH, 
12.47 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894908 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

2261900 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894909 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02
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2261902 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894909 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L02

2272913 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900160 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1302 0 0 0

2273472 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900697 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 377 0 260 240 240

2273874 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901082 BREAKER 
1206, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1069 0 263 300 301

2274762 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901921 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 358 0 0 0 0

2275756 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902689 BREAKER 
12AX, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 880 0 0 0 0

2275771 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902703 BREAKER 
1212, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 733 0 163 197 143
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2276985 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903841 BREAKER 
100KV HT, 
100.0 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 257 0

2277733 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904519 BREAKER 
1211, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 173 0 241 208 206

2277806 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904583 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0 0 0

2277819 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904595 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 579 0 100 100 100

2280301 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906869 BREAKER 
1207, 
12.47 KV

2708472 STATION 
CLAREM
ONT 
RET, 
1540, 
100.0 KV

42764923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1604 0 287 293 291

20458583 1B CAPACITO
R

2892688 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2710225 STATION 
COATS 
AMERIC
AN 
SEVIER 
PL, 3414, 
44.0 KV

42763366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 OFF

2398610 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892685 CAPACITO
R BANK 
1A, 0.6 KV, 
2,400.0 
KVAR

2710225 STATION 
COATS 
AMERIC
AN 
SEVIER 
PL, 3414, 
44.0 KV

42763366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 752 ON
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2414664 1C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892687 CAPACITO
R BANK 1C, 
0.6 KV, 
1,500.0 
KVAR

2710225 STATION 
COATS 
AMERIC
AN 
SEVIER 
PL, 3414, 
44.0 KV

42763366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 664 ON

2215725 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892291 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2710227 STATION 
COLUMB
IA 
CAROLIN
A CORP, 
3434, 
44.0 KV

42762589 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 OFF

2215735 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892292 CAPACITO
R BANK 1B, 
0.46 KV, 
1,200.0 
KVAR

2710227 STATION 
COLUMB
IA 
CAROLIN
A CORP, 
3434, 
44.0 KV

42762589 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 OFF

20603390 2401, 
REGULATO
R 1PH, 
PHASE X, 
24.940 KV, 
14,400.0 
KV

REGULATO
R

2894737 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708365 STATION 
COMMS
COPE 
CLAREM
ONT 
T&D, 
1774, 
100.0 KV

42763330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2260573 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894737 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708365 STATION 
COMMS
COPE 
CLAREM
ONT 
T&D, 
1774, 
100.0 KV

42763330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2388276 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894737 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708365 STATION 
COMMS
COPE 
CLAREM
ONT 
T&D, 
1774, 
100.0 KV

42763330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04
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2214133 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891574 CAPACITO
R BANK 1C, 
12.47 KV, 
3,600.0 
KVAR

2708359 STATION 
COMMS
COPE 
SHERRILL
S FORD 
T&D, 
3436, 
44.0 KV

42764623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 745 OFF

2214550 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891572 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708359 STATION 
COMMS
COPE 
SHERRILL
S FORD 
T&D, 
3436, 
44.0 KV

42764623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 594 ON

2215037 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891573 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708359 STATION 
COMMS
COPE 
SHERRILL
S FORD 
T&D, 
3436, 
44.0 KV

42764623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 507 OFF

2277499 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904305 BREAKER 
CBK 
1C&1D 
BRK, 12.47 
KV

2708359 STATION 
COMMS
COPE 
SHERRILL
S FORD 
T&D, 
3436, 
44.0 KV

42764623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 0 0 0

2277621 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904413 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708359 STATION 
COMMS
COPE 
SHERRILL
S FORD 
T&D, 
3436, 
44.0 KV

42764623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 541 291 290 292

2215023 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892108 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708791 STATION 
CORNIN
G CABLE 
SYSTEMS 
T&D, 
4750, 
44.0 KV

42763487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2215618 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893161 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708791 STATION 
CORNIN
G CABLE 
SYSTEMS 
T&D, 
4750, 
44.0 KV

42763487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3 OFF
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2215768 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893340 CAPACITO
R BANK 1C, 
12.47 KV, 
9,000.0 
KVAR

2708791 STATION 
CORNIN
G CABLE 
SYSTEMS 
T&D, 
4750, 
44.0 KV

42763487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277651 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904442 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708791 STATION 
CORNIN
G CABLE 
SYSTEMS 
T&D, 
4750, 
44.0 KV

42763487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342 0 0 0

2257795 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893579 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259620 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893579 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2261985 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893580 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261996 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893579 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261997 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893580 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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2261998 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893581 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261999 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893580 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2262000 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893581 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2262001 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893581 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2273422 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900650 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 092 531 514 595

2273423 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900651 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 495 395 417

2273424 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900652 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0
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2273572 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900794 BREAKER 
1205, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 215 180 178

2273573 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900795 BREAKER 
1201, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 182 195 214

2273574 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900796 BREAKER 
1202, 
12.47 KV

2710160 STATION 
CRUMP 
RD RET, 
1975, 
100.0 KV

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 127 276 298 272

2214614 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892985 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2708487 STATION 
DELTA 
WOODSI
DE IND 
MAIDEN 
PL, 3552, 
44.0 KV

42762066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2215225 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892813 CAPACITO
R BANK 
1A, 13.0 
KV, 4,200.0 
KVAR

2708747 STATION 
DOOSAN 
INTL USA 
INC, 
3389, 
100.0 KV

42763387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277813 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904589 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708747 STATION 
DOOSAN 
INTL USA 
INC, 
3389, 
100.0 KV

42763387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 364 0 0 0

2257037 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894813 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05
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2257038 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894813 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2257073 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894815 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R13

2257102 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894815 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2257279 0406,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894817 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2257348 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894815 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2257559 0406,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894817 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R04

2259319 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894814 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R07
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2260054 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894814 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2260531 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894814 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2260834 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894813 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

2260835 0406,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894817 REGULATO
R 
0406,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2279038 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905711 BREAKER 
0402, 4.16 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 315 288.26 327.53 310.32

2279221 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905881 BREAKER 
0403, 4.16 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 195.22 140.20 234.13

2279231 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905890 BREAKER 
0404, 4.16 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 688 272.80 256.84 288.39
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2279244 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905903 BREAKER 
0405, 4.16 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 250 233.00 187.68 198.52

2279303 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905961 BREAKER 
0406, 4.16 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 91.11 98.04 65.11

2416235 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894816 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R05

2416238 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894816 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R04

2416247 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894816 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708380 STATION 
E 
HICKORY 
RET, 
3627, 
69.0 KV

42762721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R06

20269009 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
76.2 KVA

REGULATO
R

2894871 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

20269010 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
76.2 KVA

REGULATO
R

2894871 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01
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20269011 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
76.2 KVA

REGULATO
R

2894871 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

20575130 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901150 BREAKER 
1203, 
12.47 KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 129 221 159

20575131 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901151 BREAKER 
1201, 
12.47 KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 73 36 44

2258304 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894872 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R15

2258305 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894872 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2261869 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893593 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

2261895 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893593 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral
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2261896 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893593 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

2273565 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900787 BREAKER 
1202, 
12.47 KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 236 214 212

2277658 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904448 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00 00

2843960 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894872 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708768 STATION 
E 
MAIDEN 
RET, 
3628, 
69.0 KV

42763758 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R15

20376478 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2902853 BREAKER 
2404, 24.0 
KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 336 194 204 191

2275939 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902866 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 194 204 191

2276456 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903347 BREAKER 
100KV HT, 
100.0 KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1780 0
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2420402 2404,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3051216 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2435602 2404,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3051216 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2438143 2404,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3051216 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

2708354 STATION 
ELMWO
OD RET, 
1584, 
100.0 KV

42764605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2215292 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892161 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2710173 STATION 
ENERGY
UNITED 
EMC DEL 
13, 3495, 
44.0 KV

42763240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 880 OFF

2215293 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892162 CAPACITO
R BANK 1B, 
12.47 KV, 
1,500.0 
KVAR

2710173 STATION 
ENERGY
UNITED 
EMC DEL 
13, 3495, 
44.0 KV

42763240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 226 OFF

2275603 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902546 BREAKER 
CRESCENT 
EMC DEL 
18, 100.0 
KV

2708531 STATION 
ENERGY
UNITED 
EMC DEL 
18, 1637, 
100.0 KV

42765052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 595 0

2215281 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892275 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2710129 STATION 
ETHAN 
ALLEN 
INC, 
3667, 
44.0 KV

42764921 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 438 ON

2215282 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892276 CAPACITO
R BANK 1B, 
0.46 KV, 
1,200.0 
KVAR

2710129 STATION 
ETHAN 
ALLEN 
INC, 
3667, 
44.0 KV

42764921 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 662 OFF
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2276713 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903590 BREAKER 
REGAL 
MFG CO PL 
2 & 3 44KV 
TIE, 44.0 
KV

2709300 STATION 
FILL PAC 
LLC DEL 
4, 1430, 
44.0 KV

42764181 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 628 0

2276748 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903622 BREAKER 
REGAL 
MFG CO PL 
3, 44.0 KV

2709300 STATION 
FILL PAC 
LLC DEL 
4, 1430, 
44.0 KV

42764181 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 2

2276751 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903625 BREAKER 
REGAL 
MFG CO PL 
2, 44.0 KV

2709300 STATION 
FILL PAC 
LLC DEL 
4, 1430, 
44.0 KV

42764181 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 0

2258399 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894804 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2258626 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894805 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258655 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894805 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258656 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894805 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01
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2258682 0402,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894801 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2258689 0402,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894801 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2258690 0402,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894801 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2258957 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894803 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R05

2258958 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894803 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2259146 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894803 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2259151 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894806 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259157 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894806 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01
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2259160 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894806 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261064 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894802 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R09

2261210 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894804 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2261231 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894802 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R09

2261232 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894802 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R10

2274862 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902017 BREAKER 
1202, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 63.6 64.2 64.1

2274863 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902018 BREAKER 
1206, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 230.6 253.2 258.8
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2274980 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902125 BREAKER 
1205, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 79.9 80.4 81.2

2276637 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903516 BREAKER 
FIRST ST 
BRK, 44.0 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 385 0

2276669 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903548 BREAKER 
FIRST ST 
TIE BRK, 
44.0 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0

2277381 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904189 BREAKER 
0404, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 211 153.8 168.3 149.3

2277382 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904190 BREAKER 
0403, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 237.3 179.4 197.7

2277383 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904191 BREAKER 
0402, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 256.7 279.2 183.9

2277872 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904645 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 390 0 300.0 329.6 331.3
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2278003 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904766 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0 0

2278378 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905084 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 502 0 63.5 64.2 66.6

2843958 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894804 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708843 STATION 
FIRST ST 
RET, 
1331, 
44.0 KV

42762138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2830538 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154209 BREAKER 
MCCLAIN 
WH, 100.0 
KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2830539 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154208 BREAKER 
MCCLAIN 
BL, 100.0 
KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2830540 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154206 BREAKER 
FOURTH 
CREEK BL, 
100.0 KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2830541 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154211 BREAKER 
MOCKSVIL
LE WH, 
100.0 KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0
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2830542 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154212 BREAKER 
MOCKSVIL
LE BL, 
100.0 KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2830543 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154203 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2830544 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154205 BREAKER 
ENERGY 
UNITED 
EMC DEL 
23, 100.0 
KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2830545 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3154207 BREAKER 
FOURTH 
CREEK WH, 
100.0 KV

2708158 STATION 
FOURTH 
CREEK 
SW STA, 
3733, 
100.0 KV

42761720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2830473 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081127 BREAKER 
GALENOR 
BL 
SUPPORT, 
100.0 KV

3060842 STATION 
GALENO
R 
BREAKER 
SUPPOR
T STA, 
2714, 
100.0 KV

42765186 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 65 0

2830477 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081126 BREAKER 
GALENOR 
WH 
SUPPORT, 
100.0 KV

3060842 STATION 
GALENO
R 
BREAKER 
SUPPOR
T STA, 
2714, 
100.0 KV

42765186 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 47 0
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2255003 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861361 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04

2255287 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 3045597 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2255295 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2861360 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04

2255304 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,200.0 
AMPS

LTC 3061179 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2274702 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901868 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 232 347 348 335

2274703 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901869 BREAKER 
BK 4 24KV 
LT, 24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 198 537 548 545

2274704 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901870 BREAKER 
BUS 3&4 
24KV TIE, 
24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 0 0 0
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2274740 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901900 BREAKER 
2416, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210 254 261 258

2274741 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901901 BREAKER 
2409, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 220 0 0 0

2274742 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901902 BREAKER 
2410, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 373 202 205 200

2274743 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901903 BREAKER 
2415, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 283 318 323 318

2274744 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901904 BREAKER 
2414, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 0 0 0

2274745 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901905 BREAKER 
2411, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 295 0 0 0

2274746 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901906 BREAKER 
2413, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 0 0 0
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2274747 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901907 BREAKER 
2412, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 153 152 143

2274756 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901916 BREAKER 
BK 3&4 
100KV HT, 
100.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0

2275071 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045581 BREAKER 
2408, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 203 324 326 324

2275072 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045579 BREAKER 
2407, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 200 325 326 324

2275073 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045577 BREAKER 
2406, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 0 0 0

2275074 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045570 BREAKER 
2405, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 225 0 0 0

2275075 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061178 BREAKER 
2404, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 370 372 366
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2275076 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061180 BREAKER 
2403, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 163 316 315 312

2275077 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061181 BREAKER 
2402, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 180 0 0 0

2275093 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046227 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2275094 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046268 BREAKER 
100KV BUS 
TIE, 100.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2275095 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061185 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 225 0 0 0

2275096 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046267 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185 0 0 0

2275097 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046228 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 159 625 628 623
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2275098 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061208 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 653 655 645

2435625 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061212 BREAKER 
2401, 24.0 
KV

2709868 STATION 
GALENO
R 
DESIGNS 
LLC, 
5301, 
100.0 KV

42764066 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 161 0 0 0

2214093 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892927 CAPACITO
R BANK 
1A, 4.16 
KV, 2,700.0 
KVAR

2710126 STATION 
GALEY & 
LORD 
INC 
MCDOW
ELL PL, 
1822, 
100.0 KV

42763963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2214124 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892928 CAPACITO
R BANK 1B, 
4.16 KV, 
2,400.0 
KVAR

2710126 STATION 
GALEY & 
LORD 
INC 
MCDOW
ELL PL, 
1822, 
100.0 KV

42763963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2430309 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905077 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2710126 STATION 
GALEY & 
LORD 
INC 
MCDOW
ELL PL, 
1822, 
100.0 KV

42763963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2279785 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906403 BREAKER 
GALEY & 
LORD 
MCDOWEL
L PL TAP, 
100.0 KV

2710124 STATION 
GALEY & 
LORD 
MCDOW
ELL PL 
TAP, 
1596, 
100.000 
KV

42765067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 50 0
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2214542 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891938 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 68 OFF

2257763 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2257764 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2258215 1201, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893625 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

2258769 1201,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893625 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R02

2261111 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893625 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R02

2261691 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894708 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R01

2273141 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900378 BREAKER 
1201, 
12.47 KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 194 146 151
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2275530 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902477 BREAKER 
1202, 
12.47 KV

2708840 STATION 
GLEN 
ALPINE 
RET, 
3784, 
44.0 KV

42765125 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0 50 53 30

2275932 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902859 BREAKER 
2401, 24.0 
KV

2708352 STATION 
GLENWA
Y SS, 
1701, 
100.0 KV

42764587 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 0 155 152 192

2401932 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3050123 REGULATO
R 
2401,PHAS
E 1.0, 6.9 
KV

2708352 STATION 
GLENWA
Y SS, 
1701, 
100.0 KV

42764587 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2420397 2401,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3050123 REGULATO
R 
2401,PHAS
E 1.0, 6.9 
KV

2708352 STATION 
GLENWA
Y SS, 
1701, 
100.0 KV

42764587 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2420401 2401,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3050123 REGULATO
R 
2401,PHAS
E 1.0, 6.9 
KV

2708352 STATION 
GLENWA
Y SS, 
1701, 
100.0 KV

42764587 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20794756 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42594569 BREAKER 
BUS TIE, 
12.470 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0 0

20794757 BREAKER 
GAS, 550.0 
KV, 4,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

2901488 BREAKER 
1211, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 109 120 105
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20794848 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906541 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 222 233 220

20794885 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904918 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 318 326 360

20794904 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902599 BREAKER 
12AX, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 1 0 0 0

20794928 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903716 BREAKER 
100KV HT, 
100.0 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 71 74 71

20794970 1206, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2893908 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

20794971 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

42595101 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20794972 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42595101 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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20794973 12AX, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42595101 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256813 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894633 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2256815 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894633 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2257023 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894633 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258244 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893908 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258245 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893908 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258936 1212,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893923 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2259429 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894635 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2259613 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894635 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2259614 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894635 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2275054 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902189 BREAKER 
1206, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 68 54 104

2275283 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902367 BREAKER 
1212, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 125 126 128

2277388 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904196 BREAKER 
1205, 
12.47 KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 83 87 82

2457408 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893923 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02
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2457409 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893923 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2846356 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3172608 BREAKER 
1208, 13.0 
KV

2710214 STATION 
GLENWO
OD RET, 
1588, 
100.0 KV

42763669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 180 197 183

2214313 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891722 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708377 STATION 
GRANITE 
FALLS 
CITY DEL 
2, 3809, 
44.0 KV

42764344 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2277827 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904600 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708377 STATION 
GRANITE 
FALLS 
CITY DEL 
2, 3809, 
44.0 KV

42764344 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00 00

2214479 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891779 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 176 OFF

2258856 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

2258857 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03
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2259382 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3015786 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R01

2259407 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3015786 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L01

2259611 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3015786 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L03

2261331 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 Neutral

2275442 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902443 BREAKER 
1202, 
12.47 KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1262 1 74 97 62

2275467 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902451 BREAKER 
1203, 
12.47 KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1411 0 105 145 186

2278011 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
600.0 
AMPS, 
12.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2904771 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710138 STATION 
HAGER 
RD RET, 
3867, 
44.0 KV

42764987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 305 0 0 0
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2215625 1A CAPACITO
R

2893058 CAPACITO
R BANK 
1A, 0.0 KV, 
2,400.0 
KVAR

2708460 STATION 
HAMPTO
N 
CAPITAL 
TURNER
SBRG 
T&D, 
5163, 
44.000 
KV

42763301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215626 1B CAPACITO
R

2893059 CAPACITO
R BANK 1B, 
0.0 KV, 
2,400.0 
KVAR

2708460 STATION 
HAMPTO
N 
CAPITAL 
TURNER
SBRG 
T&D, 
5163, 
44.000 
KV

42763301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255623 1200,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894726 REGULATO
R 
1200,PHAS
E 0.0, 13.0 
KV

2708460 STATION 
HAMPTO
N 
CAPITAL 
TURNER
SBRG 
T&D, 
5163, 
44.000 
KV

42763301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2277375 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904184 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708460 STATION 
HAMPTO
N 
CAPITAL 
TURNER
SBRG 
T&D, 
5163, 
44.000 
KV

42763301 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2214392 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891438 CAPACITO
R BANK 02, 
44.0 KV, 
6,000.0 
KVAR

2710130 STATION 
HANKINS 
LINE 
44KV 
CAPS, 
3874, 
44.0 KV

42764546 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 886 OFF

2214436 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891437 CAPACITO
R BANK 01, 
44.0 KV, 
6,000.0 
KVAR

2710130 STATION 
HANKINS 
LINE 
44KV 
CAPS, 
3874, 
44.0 KV

42764546 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 OFF

M-100 Sub 163 
PSDR2-2



2214989 1B CAPACITO
R

2893005 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2708860 STATION 
HERITAG
E HOME 
GROUP 
LENOIR 
PL, 4910, 
44.0 KV

42763500 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215032 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2893095 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708860 STATION 
HERITAG
E HOME 
GROUP 
LENOIR 
PL, 4910, 
44.0 KV

42763500 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214494 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891860 CAPACITO
R BANK 02, 
44.0 KV, 
10,800.0 
KVAR

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 825 OFF

2214581 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891859 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2027 OFF

2215911 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893232 CAPACITO
R BANK 05, 
100.0 KV, 
93,600.0 
KVAR

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 428 ON

2215912 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893233 CAPACITO
R BANK 06, 
100.0 KV, 
93,600.0 
KVAR

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3693 OFF

2273040 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900279 BREAKER 
LONGVIEW 
BL, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2604 0

M-100 Sub 163 
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2273860 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901069 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 188 0

2274374 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901553 BREAKER 
SHUFORD, 
44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 134 0

2278414 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905118 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 932 0

2279553 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906193 BREAKER 
MOUNTAI
N VIEW, 
100.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 163 0

2279642 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906272 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 99990 0

2279643 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906273 BREAKER 
KENNEDY 
WH, 
100.000 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1161 0

2279743 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906363 BREAKER 
YODER, 
44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1267 7

M-100 Sub 163 
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2279769 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906388 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 19 0

2279855 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906467 BREAKER 
HICKORY 
WH, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 738 0

2279874 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906485 BREAKER 
WESTWOO
D BL, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 902 0

2279924 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906531 BREAKER 
WESTWOO
D WH, 
100.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1028 0

2280050 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906641 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 476 0

2280076 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906666 BREAKER 
LONGVIEW 
WH, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1127 0

2280087 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906676 BREAKER 
HICKORY 
BL, 100.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 662 0

M-100 Sub 163 
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2280212 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906787 BREAKER 
HICKORY 
NO 1, 44.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1137 0

2280430 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906989 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 765 0

2280514 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907063 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 420 0

2280908 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907430 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 664 0

2280986 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907499 BREAKER 
KENNEDY 
BL, 
100.000 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1177 0

2373817 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905173 BREAKER 
FIRST ST, 
44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 0

M-100 Sub 163 
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2373818 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905172 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 61 0

2373819 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905175 BREAKER 
WICK NO 
2, 44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 103 0

2373820 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905174 BREAKER 
WICK NO 
1, 44.0 KV

2708852 STATION 
HICKORY 
TIE, 
1230, 
100.0 KV

42765131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 119 0

20269532 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893523 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

20387273 1201, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893523 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2215115 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892965 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 OFF

2255651 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894916 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

M-100 Sub 163 
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2259544 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894915 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2259612 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894915 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2259621 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894915 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2261472 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893523 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2273109 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900347 BREAKER 
1201, 
12.47 KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 518 188 233 193

2277328 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904142 BREAKER 
1203, 
12.47 KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 282 181 197

2396692 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904455 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0 0 0
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2396693 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900544 BREAKER 
1202, 
12.47 KV

2708355 STATION 
HIDDENI
TE RET, 
3908, 
44.0 KV

42763721 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 253 234 272

2215043 2A CAPACITO
R

2892013 CAPACITO
R BANK 
2A, 0.0 KV, 
1,500.0 
KVAR

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255665 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894818 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2256992 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894819 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2256993 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894819 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257504 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894818 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258293 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894818 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2273326 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900558 BREAKER 
0404, 4.16 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1263 0 180 180 180

2279168 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905831 BREAKER 
0402, 4.16 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1371 1 270 330 3330

2279349 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906002 BREAKER 
CBK 2A 
BRK, 4.16 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1573 0 0 0

2849099 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894819 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708503 STATION 
HIGHLA
ND RET, 
3920, 
44.0 KV

42762889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

20009136 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

40005865 CAPACITO
R BANK 1C, 
0.46 KV, 
900.0 
KVAR

2710269 STATION 
IAC OLD 
FORT D1, 
3424, 
44.0 KV

42763919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 396 OFF

2215780 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892229 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2710269 STATION 
IAC OLD 
FORT D1, 
3424, 
44.0 KV

42763919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 521 OFF

2851186 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

3155928 CAPACITO
R BANK 1B, 
0.46 KV, 
900.0 
KVAR

2710269 STATION 
IAC OLD 
FORT D1, 
3424, 
44.0 KV

42763919 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 OFF

2215280 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892052 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2710270 STATION 
IAC OLD 
FORT 
DEL 2, 
3425, 
44.0 KV

42762690 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2517 OFF
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2215283 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892053 CAPACITO
R BANK 1B, 
0.46 KV, 
1,200.0 
KVAR

2710270 STATION 
IAC OLD 
FORT 
DEL 2, 
3425, 
44.0 KV

42762690 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4178 OFF

2273345 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900576 BREAKER 
1203, 
12.47 KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 184 155 183

2277817 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904593 BREAKER 
1202, 
12.47 KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 259 199 265

2368527 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894774 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2368530 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894774 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2371746 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894774 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2416305 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894773 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01
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2416310 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894773 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2420369 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894773 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708492 STATION 
ICARD 
RET, 
3957, 
44.0 KV

42764263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258440 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893673 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2258444 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893674 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2258445 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893674 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258446 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893674 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260273 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893673 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2260274 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893673 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2273980 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901178 BREAKER 
1203, 
12.47 KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 114 160 116

2273981 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901179 BREAKER 
1202, 
12.47 KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 290 105 113 147

2273982 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901180 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710217 STATION 
ISLAND 
FORD RD 
RET, 
2054, 
100.0 KV

42764100 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 215 272 260

2214971 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892490 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2710132 STATION 
JELD-
WEN 
FIBER OF 
NC, 
3992, 
44.0 KV

42765159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 OFF

2276401 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903299 BREAKER 
44KV HT, 
44.0 KV

2710132 STATION 
JELD-
WEN 
FIBER OF 
NC, 
3992, 
44.0 KV

42765159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1390 0

2280667 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907203 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710132 STATION 
JELD-
WEN 
FIBER OF 
NC, 
3992, 
44.0 KV

42765159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 64 0 0 0
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2213979 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892764 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 OFF

2213980 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892765 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 OFF

2255684 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894765 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2256643 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894768 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2257228 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894767 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258175 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894763 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258926 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894766 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2258928 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894766 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

M-100 Sub 163 
PSDR2-2



2259369 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894766 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2261047 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894763 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2261102 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894768 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2261795 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894764 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2261875 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894764 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2261876 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894764 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2275567 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902511 BREAKER 
1208, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0 181 169 213
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2275575 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902519 BREAKER 
1203, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 202 0 178 152 179

2275577 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902521 BREAKER 
1204, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 198 139 169

2275607 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902550 BREAKER 
100KV HT, 
100.0 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 938 0

2275709 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902644 BREAKER 
1207, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 23 38 38

2277417 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904224 BREAKER 
1205, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 0 44 52 44

2277969 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904738 BREAKER 
1209, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 779 0 193 150 179

2278085 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904833 BREAKER 
12AX, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 528 0 0 0 0
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2279724 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906345 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 524 0 464 385 512

2280201 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906777 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 409 0 415 333 372

2280645 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907181 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

2280647 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907183 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 266 0 0 0

2280692 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907223 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 434 0 0 0 0

2416327 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894763 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2458308 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894768 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709198 STATION 
KINCAID 
RD RET, 
1474, 
100.0 KV

42763785 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02
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2215302 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891713 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708379 STATION 
LENOIR 
CITY 
RHODHI
SS 
WATER 
TRT, 
4129, 
44.0 KV

42765175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 531 OFF

2215303 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893424 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2708379 STATION 
LENOIR 
CITY 
RHODHI
SS 
WATER 
TRT, 
4129, 
44.0 KV

42765175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 41 OFF

20471476 0405, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2894755 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2255663 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894751 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R13

2255884 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894752 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2256100 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894752 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2256297 0405,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894755 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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2256298 0405,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894755 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2257715 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894753 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R10

2259174 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894752 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2260330 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894751 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2261750 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894753 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R10

2278987 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905662 BREAKER 
0402, 4.16 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0399 108 72 65

2278988 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905663 BREAKER 
0405, 4.16 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0392 120 103 93
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2278989 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905664 BREAKER 
0404, 4.16 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 6382 207 186 212

2279006 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905681 BREAKER 
0401, 4.16 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0463 172 156 188

2279007 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905682 BREAKER 
0403, 4.16 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0375 0 0 0

2416260 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894753 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2416271 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894751 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708511 STATION 
LENOIR 
MN, 
4131, 
44.0 KV

42763151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

20382041 1203, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894784 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2257251 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894783 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2259781 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894784 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2259852 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894784 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260576 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894783 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260962 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894782 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2261062 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894782 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2261063 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894782 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2278923 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905601 BREAKER 
1203, 
12.47 KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 887 128.2 155.7 130.7
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2280842 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907370 BREAKER 
1201, 
12.47 KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1654 0 219.9 236.5 221.3

2280973 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907487 BREAKER 
1202, 
12.47 KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1649 0 135.2 152.3 153.9

2843847 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894783 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710832 STATION 
LONGVIE
W RET, 
4173, 
44.0 KV

42762932 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20489088 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903707 BREAKER 
WICK NO 
2, 44.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

20489132 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903701 BREAKER 
WICK NO 
1, 44.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

20489135 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903703 BREAKER 
PONS, 44.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

20489137 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903699 BREAKER 
DALE, 44.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0
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20489140 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903704 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2215836 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893196 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1765 OFF

2272816 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900068 BREAKER 
SYCAMORE 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 287 0

2272817 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900069 BREAKER 
RHODHISS 
BL, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 231 0

2272875 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900123 BREAKER 
AVERY 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 268 0

2273787 BREAKER 
OIL, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 
66.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900999 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0
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2273788 BREAKER 
OIL, 
UNKNOW
N PH, 
100.0 KV, 
0.0 KV, 
2,000.0 
AMPS, 
66.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901000 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 976 0

2274484 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901659 BREAKER 
AVERY BL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 204 0

2275997 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902921 BREAKER 
CBK 1 BRK, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0

2276810 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903678 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 968 0

2276839 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903702 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 631 0

2276842 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903705 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 725 0
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2277091 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903945 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 254 0

2277093 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903947 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 0

2278390 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905095 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1008 0

2278392 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905097 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1000 0

2278628 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905322 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 0

2278629 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905323 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0
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2279799 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906414 BREAKER 
MCDOWEL
L WH, 
230.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1023 0

2280093 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906681 BREAKER 
MCDOWEL
L BL, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1232 0

2280099 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906686 BREAKER 
OLIVER BL, 
230.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1076 0

2280247 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 33 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906820 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 783 0

2280249 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906822 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 729 0

2280257 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906830 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 0

2280458 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907015 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 811 0

M-100 Sub 163 
PSDR2-2



2280538 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907085 BREAKER 
OLIVER 
WH, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 899 0

2368969 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905034 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

2413472 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3048007 BREAKER 
BATON 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 0

2438622 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903934 BREAKER 
SYCAMORE 
BL, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132 0

2438624 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900329 BREAKER 
CHESTNUT 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 107 0

2438626 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902221 BREAKER 
BATON BL, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2438627 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905148 BREAKER 
CHESTNUT 
BL, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

M-100 Sub 163 
PSDR2-2



2438629 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902268 BREAKER 
WESTWOO
D WH, 
100.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 0

2438631 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905151 BREAKER 
RHODHISS 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 140 0

2438632 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906254 BREAKER 
WESTWOO
D BL, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2448492 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905033 BREAKER 
BLACKBUR
N WH, 
230.0 KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 0

2448493 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905032 BREAKER 
BLACKBUR
N BL, 230.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 171 0

2451341 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903799 BREAKER 
LONGVIEW 
WH, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2451342 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902269 BREAKER 
LONGVIEW 
BL, 100.0 
KV

2710833 STATION 
LONGVIE
W TIE, 
1268, 
230.0 KV

42763944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

M-100 Sub 163 
PSDR2-2



2215233 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892958 CAPACITO
R BANK 01, 
44.0 KV, 
24,000.0 
KVAR

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 746 OFF

2215234 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892959 CAPACITO
R BANK 02, 
44.0 KV, 
24,000.0 
KVAR

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 OFF

2215525 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892961 CAPACITO
R BANK 06, 
100.0 KV, 
54,000.0 
KVAR

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1133 OFF

2215530 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892960 CAPACITO
R BANK 05, 
100.0 KV, 
54,000.0 
KVAR

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1631 ON

2273519 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900744 BREAKER 
HICKORY 
WH, 100.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 253 0

2276782 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903653 BREAKER 
HICKORY 
NO 1, 44.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 0

2276789 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903660 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

M-100 Sub 163 
PSDR2-2



2276790 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903661 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 523 0

2276791 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903662 BREAKER 
TERRELL, 
44.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 0

2276792 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903663 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2276793 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903664 BREAKER 
STONY 
POINT, 
44.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3420 0

2276794 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903665 BREAKER 
LOOKOUT 
NO 2, 44.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 901 0

2276798 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903667 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2278551 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905249 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0

M-100 Sub 163 
PSDR2-2



2280055 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906646 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 403 0

2280255 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906828 BREAKER 
BK 1,2,3 
100KV HT, 
100.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 617 0

2280368 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906932 BREAKER 
HICKORY 
BL, 100.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 972 0

2280463 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907020 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1787 0

2280543 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907090 BREAKER 
BEULAH 
BL, 100.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 777 0

2281036 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907544 BREAKER 
BEULAH 
WH, 100.0 
KV

2710835 STATION 
LOOKOU
T TIE, 
1244, 
100.0 KV

42764035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

2258276 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893693 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

M-100 Sub 163 
PSDR2-2



2258277 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893693 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2258400 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893692 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2258401 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893693 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2258402 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893692 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2258403 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893692 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2273958 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901156 BREAKER 
1201, 
12.47 KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342 168 176 163

2273959 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901157 BREAKER 
1202, 
12.47 KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 267 198 181 168
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2273960 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901158 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708714 STATION 
MACEDO
NIA RET, 
1968, 
100.0 KV

42763539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 207 277 244 246

2213934 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892300 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708486 STATION 
MAIDEN 
CITY DEL 
2, 4200, 
44.0 KV

42763443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 158 OFF

2214226 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892302 CAPACITO
R BANK 1C, 
12.47 KV, 
1,800.0 
KVAR

2708486 STATION 
MAIDEN 
CITY DEL 
2, 4200, 
44.0 KV

42763443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 OFF

2215020 1D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892303 CAPACITO
R BANK 
1D, 12.47 
KV, 1,800.0 
KVAR

2708486 STATION 
MAIDEN 
CITY DEL 
2, 4200, 
44.0 KV

42763443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 194 OFF

2215087 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892301 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708486 STATION 
MAIDEN 
CITY DEL 
2, 4200, 
44.0 KV

42763443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 OFF

2277826 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904599 BREAKER 
CBK 
1A&1B&1C 
BRK, 12.47 
KV

2708486 STATION 
MAIDEN 
CITY DEL 
2, 4200, 
44.0 KV

42763443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 0 0

2214796 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892919 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 OFF

2257752 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894623 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA
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2258733 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894623 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2259042 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894620 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2259043 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894620 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2259050 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894620 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2260056 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894623 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2260570 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894625 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2260594 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894625 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA
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2260717 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894625 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2261692 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894624 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2261693 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894624 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2261694 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894624 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2274570 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901741 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 0

2275317 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902389 BREAKER 
0403, 4.16 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 0 250 200 210

2275416 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902433 BREAKER 
0404, 4.16 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 07 0 220 120 53
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2277553 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904353 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0000 120 120 120

2277938 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904711 BREAKER 
0401, 4.16 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 0 235 246 228

2280054 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906645 BREAKER 
BK 5 44KV 
HT, 44.0 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 00

2281053 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907558 BREAKER 
1201, 
12.47 KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 0 130 140 90

2281063 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907568 BREAKER 
1203, 
12.47 KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 00 164 143 125

2368017 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894621 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2368019 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894621 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA
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2392534 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894621 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2415584 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894626 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2415585 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894626 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2873499 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907555 BREAKER 
1202, 
12.47 KV

2710122 STATION 
MARION 
MN, 
1205, 
100.0 KV

42764967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 00 210 220 221

2214488 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891769 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1115 OFF

2258002 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893466 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L06

2258232 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893466 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L06

2258268 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893466 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral
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2259053 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015898 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2259054 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015898 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L05

2259055 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015898 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2274660 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3013913 BREAKER 
1202, 
12.47 KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 274 65 22 101

2279206 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905866 BREAKER 
1201, 
12.47 KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 553 264 213 249

2280581 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907124 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709191 STATION 
MARSHA
LL RET, 
4211, 
44.0 KV

42763450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5985 0 0 0

20176306 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

41231534 BREAKER 
PCB 6, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 167 0
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20176307 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41231535 BREAKER 
PCB 65, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

20176308 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

41231537 BREAKER 
PCB 4, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 131 0

20873669 BREAKER 
GAS, ABC 
PH, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907413 BREAKER 
PCB 19, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 0

2273400 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900628 BREAKER 
PCB 18, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 143 0

2274232 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901421 BREAKER 
PCB 7, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0
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2274233 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901422 BREAKER 
PCB 27, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 203 0

2274234 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901423 BREAKER 
PCB 15, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 364 0

2274235 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901424 BREAKER 
PCB 13, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 0

2274236 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901425 BREAKER 
PCB 10, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2274237 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901426 BREAKER 
PCB 30, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 0

2274238 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901427 BREAKER 
PCB 22, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 181 0
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2274239 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901428 BREAKER 
PCB 28, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 199 0

2274240 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901429 BREAKER 
PCB 25, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 294 0

2279901 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906511 BREAKER 
PCB 20, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 564 0

2279903 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906513 BREAKER 
PCB 14, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1431 0

2280140 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906724 BREAKER 
PCB 26, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0

2280141 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906725 BREAKER 
PCB 8, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 563 0
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2280270 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906843 BREAKER 
PCB 29, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 708 0

2280271 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906844 BREAKER 
PCB 11, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0

2280383 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906947 BREAKER 
PCB 23, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 441 0

2280384 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906948 BREAKER 
PCB 17, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1287 0

2848257 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906348 BREAKER 
PCB 16, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147 0

2848258 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907105 BREAKER 
PCB 9, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 289 0
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2848259 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906540 BREAKER 
PCB 21, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 215 0

2848262 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907040 BREAKER 
PCB 12, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 0

2848263 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906283 BREAKER 
PCB 24, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

42761660 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 211 0

20176306 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

41231534 BREAKER 
PCB 6, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 167 0

20176307 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41231535 BREAKER 
PCB 65, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 39 0
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20176308 BREAKER 
GAS, 
Unknown 
PH, 
230.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

41231537 BREAKER 
PCB 4, 
230.000 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 131 0

20873669 BREAKER 
GAS, ABC 
PH, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907413 BREAKER 
PCB 19, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 111 0

2273400 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900628 BREAKER 
PCB 18, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 145 0

2274232 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901421 BREAKER 
PCB 7, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 60 0

2274233 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901422 BREAKER 
PCB 27, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 203 0

2274234 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901423 BREAKER 
PCB 15, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 367 0
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2274235 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901424 BREAKER 
PCB 13, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 173 0

2274236 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901425 BREAKER 
PCB 10, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 68 0

2274237 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901426 BREAKER 
PCB 30, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 176 0

2274238 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901427 BREAKER 
PCB 22, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 181 0

2274239 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901428 BREAKER 
PCB 28, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 199 0

2274240 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901429 BREAKER 
PCB 25, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 294 0

M-100 Sub 163 
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2279901 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906511 BREAKER 
PCB 20, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 564 0

2279903 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906513 BREAKER 
PCB 14, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1435 0

2280140 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906724 BREAKER 
PCB 26, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 212 0

2280141 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906725 BREAKER 
PCB 8, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 563 0

2280270 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906843 BREAKER 
PCB 29, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 708 0

2280271 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906844 BREAKER 
PCB 11, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 135 0

M-100 Sub 163 
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2280383 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906947 BREAKER 
PCB 23, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 441 0

2280384 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906948 BREAKER 
PCB 17, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1288 0

2848257 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906348 BREAKER 
PCB 16, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 147 0

2848258 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907105 BREAKER 
PCB 9, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 291 0

2848259 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906540 BREAKER 
PCB 21, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 215 0

2848262 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907040 BREAKER 
PCB 12, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 130 0

M-100 Sub 163 
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2848263 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906283 BREAKER 
PCB 24, 
230.0 KV

2708403 STATION 
MARSHA
LL 
STEAM 
STA 
YARD, 
4212, 
230.0 KV

43130781 NORMAL 
STATION 
INSPECTIO
N - 
MARSHALL 
STEAM STA

CLOSE TD-NC-SC DEC CWS35 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 211 0

2399203 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892018 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2708502 STATION 
MARTIN-
MARIETT
A 
HICKORY 
Q, 4221, 
44.0 KV

42762957 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 OFF

2214932 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892935 CAPACITO
R BANK 
1A, 12.47 
KV, 600.0 
KVAR

2710131 STATION 
MCDOW
ELL 
COUNTY, 
3898, 
44.0 KV

42763991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2276945 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903805 BREAKER 
MARION 
BL, 100.0 
KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0

2276946 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903806 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2276947 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903807 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2276950 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903810 BREAKER 
LOGAN 
WH, 100.0 
KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 590 0
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2276952 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903811 BREAKER 
MARION 
WH, 100.0 
KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255 0

2277070 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903926 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2277072 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903928 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 831 0

2279696 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906320 BREAKER 
HANKINS, 
44.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 162 0

2279848 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906460 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 215 0

2279868 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906479 BREAKER 
MIDAS, 
44.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2280703 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907234 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 450 0
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2438621 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903244 BREAKER 
LOGAN BL, 
100.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2463748 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906390 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 0

2463750 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906234 BREAKER 
MCDOWEL
L WH, 
230.0 KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0

2463754 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906417 BREAKER 
MCDOWEL
L BL, 230.0 
KV

2710123 STATION 
MCDOW
ELL TIE, 
1350, 
230.0 KV

42761891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 0

2281030 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907539 BREAKER 
4.16KV HT, 
4.16 KV

2708721 STATION 
MIDSTAT
E M, 
4279, 
13.0 KV

42763795 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 07 165 161 165

2214196 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892556 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 OFF

2214197 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892554 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 OFF

M-100 Sub 163 
PSDR2-2



2214485 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892555 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 OFF

2214551 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892553 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF

2257530 1211,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894748 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2260343 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894747 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2260476 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894747 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2260939 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893532 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261069 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894746 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02
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2261082 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894746 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261084 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894746 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261101 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893532 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261432 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894747 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2261461 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893532 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2272992 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900237 BREAKER 
1208, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 290 217 162 182

2272994 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900238 BREAKER 
1207, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 284 221 250 225

M-100 Sub 163 
PSDR2-2



2273090 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900328 BREAKER 
1210, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 183 314 324 310

2274509 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904386 BREAKER 
1204, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 250 23 27 37

2274722 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901885 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 685 0 0 0 0

2275103 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902223 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 525 0 311 311 312

2275908 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902836 BREAKER 
1203, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 216 0 187 164 193

2277686 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904474 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2277689 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904477 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 0 0

M-100 Sub 163 
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2277979 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904747 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 678 0 252 242 272

2278086 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904834 BREAKER 
12AX, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 910 0 0 0 0

2279347 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906000 BREAKER 
100KV HT, 
100.0 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2279371 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906021 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 971 264 226 462

2279534 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906174 BREAKER 
1211, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 126 0 189 156 176

2280659 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907195 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 506 0 0 0 0

2415475 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894743 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2415579 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894743 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2415715 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894743 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2415753 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894744 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2428907 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894744 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2428908 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894744 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2848310 1211,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894748 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709229 STATION 
MILLER 
HILL RET, 
1371, 
100.0 KV

42763568 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2215878 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892557 CAPACITO
R BANK 01, 
44.0 KV, 
19,200.0 
KVAR

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 655 OFF

2215879 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892625 CAPACITO
R BANK 02, 
44.0 KV, 
19,200.0 
KVAR

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 218 OFF

M-100 Sub 163 
PSDR2-2



2272835 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900087 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 0

2272836 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900088 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 0

2272837 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900089 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 0

2273340 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900571 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 218 0

2275009 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902150 BREAKER 
BK 4 100KV 
HT, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2275010 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902151 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2275090 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902216 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

M-100 Sub 163 
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2275091 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902217 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2276570 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903455 BREAKER 
LENOIR NO 
1, 44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 366 0

2276571 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903456 BREAKER 
LENOIR 
2&3, 44.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 556 0

2276572 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903457 BREAKER 
SAWMILL 
1&2, 44.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0

2276573 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903458 BREAKER 
44KV RED 
BUS AUX, 
44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 748 0

2276576 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903461 BREAKER 
44KV YEL 
BUS AUX, 
44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2277981 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2904748 BREAKER 
FLAIR, 44.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 608 0

M-100 Sub 163 
PSDR2-2



2279762 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906382 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 525 0

2280912 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907434 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 284 0

2459945 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907007 BREAKER 
CHESTNUT 
WH, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 2

2459987 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906262 BREAKER 
BATON BL, 
100.0 KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2460010 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903931 BREAKER 
CHESTNUT 
BL, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2460024 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3161336 BREAKER 
CBK 3&4 
100KV 
BRK, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 655 0

2460084 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905117 BREAKER 
BATON 
WH, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

M-100 Sub 163 
PSDR2-2



2830468 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902308 BREAKER 
GALENOR 
WH, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

2830469 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902307 BREAKER 
GALENOR 
BL, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2830470 BREAKER 
GAS, 
100.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902218 BREAKER 
100KV BUS 
TIE, 100.0 
KV

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

2849549 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3155485 CAPACITO
R BANK 03, 
100.0 KV, 
600.0 
KVAR

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 195 ON

2849550 04,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3155486 CAPACITO
R BANK 04, 
100.0 KV, 
600.0 
KVAR

2708861 STATION 
MILLER 
HILL TIE, 
1008, 
100.0 KV

42764340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 ON

2215316 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892057 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708839 STATION 
MORGA
NTON 
CITY DEL 
3, 4327, 
44.0 KV

42765090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 771 OFF

2215317 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892058 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708839 STATION 
MORGA
NTON 
CITY DEL 
3, 4327, 
44.0 KV

42765090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 275 OFF

M-100 Sub 163 
PSDR2-2



2215318 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892059 CAPACITO
R BANK 1C, 
12.47 KV, 
1,800.0 
KVAR

2708839 STATION 
MORGA
NTON 
CITY DEL 
3, 4327, 
44.0 KV

42765090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 417 OFF

2275139 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902244 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708839 STATION 
MORGA
NTON 
CITY DEL 
3, 4327, 
44.0 KV

42765090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 719 457 463 448

2281040 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907547 BREAKER 
0402, 4.16 
KV

2708527 STATION 
MORGA
NTON 
MN, 
4329, 
44.0 KV

42762863 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 60 30 30

2214212 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892912 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 OFF

2214215 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892913 CAPACITO
R BANK 02, 
44.0 KV, 
10,800.0 
KVAR

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 OFF

2214237 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892914 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 443 OFF

2215170 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892915 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 443 OFF

M-100 Sub 163 
PSDR2-2



2276313 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903221 BREAKER 
BK 5,6&7 
100KV HT, 
100.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 072 0

2276314 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903222 BREAKER 
BK 1,2&3 
100KV HT, 
100.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 939 1

2276645 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903524 BREAKER 
CATAWBA 
VALLEY, 
44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 946 1

2276805 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903674 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 894 0

2277227 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904050 BREAKER 
BK 7 44KV 
LT, 44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 991 0

2278144 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904888 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 290 0

2279587 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906225 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 639 0

M-100 Sub 163 
PSDR2-2



2279955 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906559 BREAKER 
DREXEL, 
44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2279963 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906567 BREAKER 
BURKE, 
44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1201 2

2280022 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906619 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 646 0

2280325 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906890 BREAKER 
BROUGHT
ON, 44.0 
KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 985 0

2280431 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906990 BREAKER 
CORRECTI
ON, 44.0 
KV

2708842 STATION 
MORGA
NTON 
TIE, 
1159, 
100.0 KV

42763805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1101 0

20269533 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894870 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2215649 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892525 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2481 OFF

M-100 Sub 163 
PSDR2-2



2215650 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893020 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2257700 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894869 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2258633 1201,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894867 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R09

2258634 1201,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894867 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2258635 1201,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894867 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2259025 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894870 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2259144 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894868 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2259166 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894868 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07
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2261660 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894868 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R10

2262012 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894870 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2277287 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904107 BREAKER 
1201, 
12.47 KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 00 203 175 155

2277297 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904113 BREAKER 
1202, 
12.47 KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 00 156 130 142

2277307 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904123 BREAKER 
1203, 
12.47 KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 00 206 219 207

2279087 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905756 BREAKER 
1204, 
12.47 KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 182 183 191

2392600 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900128 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708369 STATION 
MT 
OLIVE 
RET, 
1545, 
44.0 KV

42764215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 00 00 00

M-100 Sub 163 
PSDR2-2



2215553 2A CAPACITO
R

2893318 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 7 OFF

2256380 1208,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894796 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2256381 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894795 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2256382 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894796 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2256527 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894795 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2256528 1206,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894795 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2258507 1211, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894796 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R01
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2261877 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894797 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2261878 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894797 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261879 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894797 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2261880 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894798 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261881 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894798 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261882 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894798 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261883 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894799 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2261884 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894799 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2261885 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894799 REGULATO
R 
1212,PHAS
E 0.0, 0.0 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2261891 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894794 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2261993 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894794 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R01

2262031 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894794 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2272906 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900153 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 292 0 0 0

2273162 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900399 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 330.9 378.0 356.3
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2273357 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900587 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0 0 0

2273358 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900588 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 456.5 534.6 516.8

2277932 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904705 BREAKER 
1209, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99985 107.8 163.6 151.0

2279013 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905688 BREAKER 
1208, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 549 108.5 162.7 158.6

2280007 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906605 BREAKER 
1212, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1147 0 158.4 155.8 162.5

2280012 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906610 BREAKER 
1211, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1373 0 248.0 279.3 261.4

2280032 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906626 BREAKER 
1205, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1324 0 0.293 0.309 0.314
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2280088 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906677 BREAKER 
1206, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1599 0 241.7 217.8 216.3

2280504 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907056 BREAKER 
12AX, 
12.47 KV

2708501 STATION 
MTN 
VIEW 
RET, 
1344, 
100.0 KV

42762995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 993 0 0.052 0.049 0.339

20460543 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893715 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2215160 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891976 CAPACITO
R BANK 
1A, 12.47 
KV, 2,250.0 
KVAR

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 OFF

2256361 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2257563 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2257765 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893856 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03
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PSDR2-2



2259237 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893715 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2259257 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893714 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2259260 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893714 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2259355 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893715 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2259638 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893714 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2274824 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901980 BREAKER 
1203, 
12.47 KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 179 172 180

2275679 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902615 BREAKER 
1201, 
12.47 KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 698 0 220 165 183
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2277330 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904144 BREAKER 
1202, 
12.47 KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 211 169 230

2277703 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904490 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708357 STATION 
MURDO
CK RD 
RET, 
4348, 
44.0 KV

42762595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2902 0 0 0

20919424 1212, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894812 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2214238 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892006 CAPACITO
R BANK 
3A, 12.47 
KV, 1,800.0 
KVAR

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2214414 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891864 CAPACITO
R BANK 
2A, 12.47 
KV, 1,800.0 
KVAR

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2257709 1211,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894809 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2258310 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894809 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02
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2258478 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894812 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

2258479 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893635 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2258480 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893635 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2258481 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893635 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2258697 1205,REGU
LATOR 
1PH,PHASE 
Y, 13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894807 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2258706 1205,REGU
LATOR 
1PH,PHASE 
Z, 13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894807 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

2260583 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894808 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2260608 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894808 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02
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2260609 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894808 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2260833 1211,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894809 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

2261332 1212,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894812 REGULATO
R 
1212,PHAS
E 1.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2261921 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893561 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2262046 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894807 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2262054 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893561 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2262055 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893561 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02
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2273038 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900277 BREAKER 
1210, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 232 263.8 215.5 184.1

2273750 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900964 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 133 859.1 858.8 826.1

2273764 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900977 BREAKER 
1206, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 137 376.7 410.8 369.3

2273765 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900978 BREAKER 
1209, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 201 235.5 231.1 259.4

2274716 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901880 BREAKER 
1211, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1300 0 198.4 211.1 209.1

2275476 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902457 BREAKER 
1205, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1155 0 286.9 289.6 293.0

2275509 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902465 BREAKER 
1212, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1134 0 191.9 244.0 193.9

M-100 Sub 163 
PSDR2-2



2277574 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904368 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3048 0 0 0

2277697 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904485 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2418 0.035 0.030 0.153

2278083 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904831 BREAKER 
12AX, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1624 0 0.064 0.077 0.369

2279654 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906282 BREAKER 
100KV HT, 
100.0 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 0

2438381 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904841 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 654.6 684.5 645.0

2438382 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904853 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708857 STATION 
N 
HICKORY 
RET, 
1428, 
100.0 KV

42765183 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 30 0 0 0

2257356 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894615 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

M-100 Sub 163 
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2257456 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894615 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257458 1206,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894615 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2259375 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894612 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2259388 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894612 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2259389 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894612 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2279581 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906219 BREAKER 
1203, 
12.47 KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 319 0 117 94 144

2279694 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906318 BREAKER 
1206, 
12.47 KV

2710125 STATION 
NEBO 
RET, 
1765, 
100.0 KV

42762522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 609 0 122 98 113

M-100 Sub 163 
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2214076 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892297 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708368 STATION 
NEWTO
N CITY 
DEL 2, 
4392, 
100.0 KV

42763845 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 OFF

2275164 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902265 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708368 STATION 
NEWTO
N CITY 
DEL 2, 
4392, 
100.0 KV

42763845 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 485 00 00 00

2256304 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894858 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708370 STATION 
NEWTO
N MN, 
4394, 
44.0 KV

42764569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R12

2274593 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901764 BREAKER 
1201, 
12.47 KV

2708370 STATION 
NEWTO
N MN, 
4394, 
44.0 KV

42764569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 00 175 180 178

2276596 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903480 BREAKER 
44KV HT, 
44.0 KV

2708370 STATION 
NEWTO
N MN, 
4394, 
44.0 KV

42764569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 00

2276598 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903482 BREAKER 
CAROLINA 
M PL 2, 
44.0 KV

2708370 STATION 
NEWTO
N MN, 
4394, 
44.0 KV

42764569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00

2213955 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892224 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2035 OFF
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2214187 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892225 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1414 ON

2214464 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892226 CAPACITO
R BANK 03, 
44.0 KV, 
9,600.0 
KVAR

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 OFF

2214647 04,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892227 CAPACITO
R BANK 04, 
44.0 KV, 
9,600.0 
KVAR

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 OFF

2276451 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903342 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 00

2276593 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903477 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 00

2276594 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903478 BREAKER 
MAIDEN, 
44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 00

2276595 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903479 BREAKER 
WARLICK, 
44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 00
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2276646 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903525 BREAKER 
YODER, 
44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 00

2276670 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903549 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 00

2276749 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903623 BREAKER 
STARTOW
N, 44.0 KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 00

2280518 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907067 BREAKER 
CBK 
1&2&3&4 
BRK, 44.0 
KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 00

2281031 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907540 BREAKER 
NEWTON 
CITY 100KV 
HT, 100.0 
KV

2708404 STATION 
NEWTO
N TIE, 
1044, 
100.0 KV

42763725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 00

20392081 1205, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894691 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

20392087 1205, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894691 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02
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20392088 1205, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894691 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2277389 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904197 BREAKER 
1205, 
12.47 KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 124 126 207

2277390 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904198 BREAKER 
1206, 
12.47 KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 124 126 207

2420377 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2420381 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2420383 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710817 STATION 
NORTH 
LAKES 
RET, 
1777, 
100.0 KV

42764047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2214336 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892272 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 OFF

2214653 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892273 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF
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2257298 1202, 
REGULATO
R 1PH, 
PHASE Z, 
69.000 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894570 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R16

2259205 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894571 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R16

2259208 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894571 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2259352 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894570 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R14

2259354 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894570 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R12

2259904 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894571 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13

2277687 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904475 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

M-100 Sub 163 
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2278309 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905039 BREAKER 
1202, 
12.47 KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 107 107 111

2278319 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905046 BREAKER 
1203, 
12.47 KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0 177 180 181

2392685 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3044851 BREAKER 
1201, 
12.47 KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 87 64 112

2415471 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3044854 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

2416315 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3044854 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R10

2420378 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3044854 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2710133 STATION 
OLD 
FORT 
RET, 
4433, 
44.0 KV

42764257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

2273948 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901148 BREAKER 
1201, 
12.47 KV

2709287 STATION 
OLD 
MTN RD 
RET, 
4434, 
44.0 KV

42762869 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1662 0 50 50 50
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2255107 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2857866 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L05

2255259 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2857865 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 L02

2276081 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903004 BREAKER 
1205, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 179 0 70.3 70.2 69.8

2278131 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904875 BREAKER 
12AX, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1751 0 0.064 0.065 0.332

2279506 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906149 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 36 324.5 325.5 336.4

2279507 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906150 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 24 0.241 0.164 0.686

2279508 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906151 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 9965 256.1 286.6 256.8
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2279904 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906514 BREAKER 
100KV HT, 
100.0 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 99973 0

2452127 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904405 BREAKER 
1204, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 53 24.6 33.4 33.7

2452128 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903225 BREAKER 
1212, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 57 36.3 58.3 40.4

2452148 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904403 BREAKER 
1206, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 93 271.8 259.7 279.1

2452149 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903191 BREAKER 
1211, 
12.47 KV

2708859 STATION 
OYAMA 
RET, 
1093, 
100.0 KV

42764947 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 44 227.6 232.9 222.7

2259168 1213,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893883 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

2259189 1213,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893883 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R01
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2259190 1213,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893883 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2259213 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893882 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2259215 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893882 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2259216 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893882 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2274905 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902055 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 371 374 367

2274930 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902079 BREAKER 
1213, 
12.47 KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 86 133 96

2274931 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902080 BREAKER 
1210, 
12.47 KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 148 130 130
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2447074 2401,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064556 REGULATO
R 
2401,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2447075 2404,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064557 REGULATO
R 
2404,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2447764 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064348 BREAKER 
BK 1 24 KV 
LT, 24.0 KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 94 120 96

2448101 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064313 BREAKER 
2401, 24.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0

2448102 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064346 BREAKER 
2404, 24.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 94 120 96

2455359 2401,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064556 REGULATO
R 
2401,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2455360 2401,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064556 REGULATO
R 
2401,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2455367 2404,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064557 REGULATO
R 
2404,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2455368 2404,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3064557 REGULATO
R 
2404,PHAS
E 0.0, 0.0 
KV

2709519 STATION 
PERTH 
RD RET, 
2585, 
100.0 KV

42762991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

20042599 1201, 
REGULATO
R 1PH, 
PHASE X, 
6.900 KV, 
333.0 KV

REGULATO
R

2893830 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

20592991 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893830 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257465 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893831 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2257543 1203,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893831 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R14

2257701 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893831 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2259376 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893830 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2274479 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901654 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 371 405 453

2274655 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901823 BREAKER 
1203, 
12.47 KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 299 142 141 138

2274656 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901824 BREAKER 
1201, 
12.47 KV

2709175 STATION 
PINCH 
GUT 
CREEK 
RET, 
2037, 
100.0 KV

42763131 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327 179 180 174

20775857 1209, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

3059167 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2257245 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894786 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2272877 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900124 BREAKER 
1210, 13.0 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 170 210 208
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2430747 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059167 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2439096 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058849 BREAKER 
1209, 
12.47 KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 81 70 74

2443020 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059167 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2452003 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894786 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2452384 1210,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894786 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709305 STATION 
PROPST 
RET, 
4570, 
44.0 KV

42763082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2258897 2400,REGU
LATOR 
1PH,PHASE 
X

REGULATO
R

2893505 REGULATO
R 
2400,PHAS
E 0.0, 0.0 
KV

2708669 STATION 
PRYSMIA
N CABLE 
& 
SYSTEMS 
US T&D, 
3017, 
100.000 
KV

42763230 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06
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2261049 2400,REGU
LATOR 
1PH,PHASE 
Y

REGULATO
R

2893505 REGULATO
R 
2400,PHAS
E 0.0, 0.0 
KV

2708669 STATION 
PRYSMIA
N CABLE 
& 
SYSTEMS 
US T&D, 
3017, 
100.000 
KV

42763230 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2261050 2400,REGU
LATOR 
1PH,PHASE 
Z

REGULATO
R

2893505 REGULATO
R 
2400,PHAS
E 0.0, 0.0 
KV

2708669 STATION 
PRYSMIA
N CABLE 
& 
SYSTEMS 
US T&D, 
3017, 
100.000 
KV

42763230 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2257572 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893937 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2257696 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893937 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

2257712 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893937 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2261008 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01
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2261009 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261010 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894781 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2273336 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900567 BREAKER 
1201, 
12.47 KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 888 0 208 170 240

2275360 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902416 BREAKER 
1202, 
12.47 KV

2709290 STATION 
RHODHI
SS RET, 
4616, 
44.0 KV

42764249 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 102 71 78

2214558 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891907 CAPACITO
R BANK 01, 
44.0 KV, 
31,200.0 
KVAR

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 OFF

2273711 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900926 BREAKER 
DALE, 44.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2273712 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900927 BREAKER 
HYDRO PL, 
44.0 KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0
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2273713 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900928 BREAKER 
SAWMILL 
NO 1, 44.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2273714 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900929 BREAKER 
SAWMILL 
NO 2, 44.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2276532 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903418 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2276542 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903428 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2276544 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903430 BREAKER 
JUNCTION, 
44.0 KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2276558 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903443 BREAKER 
GRANITE 
FALLS, 44.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2276677 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903555 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0
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2278447 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905147 BREAKER 
RHODHISS 
WH, 100.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2431054 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900055 BREAKER 
RHODHISS 
BL, 100.0 
KV

2708402 STATION 
RHODHI
SS TIE, 
1624, 
100.0 KV

42762032 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2258254 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025517 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709286 STATION 
RICKERT 
ST STA, 
4624, 
44.0 KV

42762670 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2273665 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900884 BREAKER 
1201, 
12.47 KV

2709286 STATION 
RICKERT 
ST STA, 
4624, 
44.0 KV

42762670 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1051 0 180 184 180

2385039 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025517 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709286 STATION 
RICKERT 
ST STA, 
4624, 
44.0 KV

42762670 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2385053 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3025517 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709286 STATION 
RICKERT 
ST STA, 
4624, 
44.0 KV

42762670 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2273826 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901038 BREAKER 
BK 1 HT, 
4.16 KV

2708760 STATION 
ROBERT 
BERGELI
N CO, 
3940, 
13.0 KV

42762074 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

M-100 Sub 163 
PSDR2-2



2257322 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893527 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R02

2257707 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893527 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R02

2258272 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893686 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L04

2258273 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893686 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L03

2258274 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893686 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L03

2260703 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893687 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R01

2261086 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893527 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R01

M-100 Sub 163 
PSDR2-2



2261435 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893687 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L01

2261436 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893687 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 L01

2261706 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893526 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

2261707 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893526 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2261708 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893526 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

2273163 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900400 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 394 387 375

2273222 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900457 BREAKER 
1206, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 36 247 233 231

M-100 Sub 163 
PSDR2-2



2273251 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900486 BREAKER 
1205, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 29 305 307 297

2273456 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900681 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 114 115 117

2273457 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900682 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 74 00 00 00

2273839 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901051 BREAKER 
1204, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 48 226 246 285

2273844 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901056 BREAKER 
1203, 
12.47 KV

2708730 STATION 
ROCKETT 
RET, 
4644, 
100.0 KV

42765106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 269 268 286

2214244 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892756 CAPACITO
R BANK 1B, 
12.47 KV, 
2,400.0 
KVAR

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 OFF

2215556 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892755 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 OFF

M-100 Sub 163 
PSDR2-2



2256564 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894760 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2257001 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894761 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2257025 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894761 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2257027 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894760 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2257028 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894761 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2260309 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893744 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2260320 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893744 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

M-100 Sub 163 
PSDR2-2



2260998 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893546 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2261419 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893744 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2261663 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894760 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2261790 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893546 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2261791 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893546 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2273232 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900467 BREAKER 
1204, 
12.47 KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0157 247 247 248

2274097 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901293 BREAKER 
1201, 
12.47 KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 047 243 180 223

M-100 Sub 163 
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2275688 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902623 BREAKER 
1202, 
12.47 KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1122 0 106 103 106

2277503 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904309 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0

2280609 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907149 BREAKER 
1203, 
12.47 KV

2708849 STATION 
RUTHER
FORD 
COLLEGE 
RET, 
4659, 
44.0 KV

42762247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 58 143 113

20779045 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42576709 BREAKER 
1202, 
12.470 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 00 85 80 89

20779047 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

42576744 REGULATO
R BANK 
1202, 
UNITS - 1, 
6.900 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

20779048 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

42576744 REGULATO
R BANK 
1202, 
UNITS - 1, 
6.900 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

20779049 1202, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

42576744 REGULATO
R BANK 
1202, 
UNITS - 1, 
6.900 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2258454 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893704 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2258455 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893704 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2258456 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893704 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2258460 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258461 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 R16

2258462 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893702 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2258979 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893928 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

M-100 Sub 163 
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2259082 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893928 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2259135 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893928 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2273752 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900966 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 599 576 596

2273842 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901054 BREAKER 
1206, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 250 224 240

2273845 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901057 BREAKER 
1208, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 72 65 56

2273846 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901058 BREAKER 
1207, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 280 270 292

2275132 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902237 BREAKER 
1205, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 142 143 139

M-100 Sub 163 
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2383484 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893703 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2383485 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893703 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2383486 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893703 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2428913 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3060603 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2435523 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3060603 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2435524 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3060603 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2440359 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060595 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

M-100 Sub 163 
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2442748 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060630 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2443914 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060595 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2443915 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060630 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2443916 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060630 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2445261 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3060595 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2446545 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060533 BREAKER 
1203, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 48 43 46

2447054 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060532 BREAKER 
1201, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 209 206 205

M-100 Sub 163 
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2447056 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060549 BREAKER 
12AX, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 00 00 00

2447389 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060588 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 311 304 297

2447390 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060550 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708769 STATION 
S 
HICKORY 
RET, 
1991, 
100.0 KV

42762133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 00 00 00

2214409 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892550 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708779 STATION 
SAFT 
AMERIC
A INC 
VALDESE 
PL, 4692, 
44.0 KV

42763694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

20223645 REGULATO
R 1PH, 
PHASE Z, 
6.900 KV, 
7,620.0 KV, 
100.0 KVA

REGULATO
R

2893690 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2213930 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891714 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132 OFF

2259371 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894771 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2260241 REGULATO
R 1PH, 
12.47 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893690 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03
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2261485 1202, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894771 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2261718 REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893690 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2273987 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901185 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 00 00 00

2279572 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906211 BREAKER 
1203, 
12.47 KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 0 315 334 339

2279719 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906342 BREAKER 
1202, 
12.47 KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 324 378 358

2280930 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907450 BREAKER 
1204, 
12.47 KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 164 154 135

2383545 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894772 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04
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2383546 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894772 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2385042 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894772 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2420388 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894771 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708865 STATION 
SAWMIL
LS RET, 
4705, 
44.0 KV

42762140 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2215720 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

3063699 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

3046875 STATION 
SCHNEID
ER MILLS 
INC, 
5544, 
44.0 KV

42762090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215721 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

3063700 CAPACITO
R BANK 1B, 
4.16 KV, 
2,400.0 
KVAR

3046875 STATION 
SCHNEID
ER MILLS 
INC, 
5544, 
44.0 KV

42762090 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2276460 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903351 BREAKER 
GREAT 
LAKES 
CARBON 
TAP, 100.0 
KV

2708523 STATION 
SGL 
CARBON 
GROUP 
TAP, 
1192, 
100.0 KV

42761917 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2322 0

20427022 REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7.2 KV, 
333.0 KVA, 
373.0 KVA

REGULATO
R

3046503 REGULATO
R BANK 
1202, 
UNITS - 
1.0000000
000, 
6.9000000
000 KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05

M-100 Sub 163 
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2215277 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891768 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215278 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893452 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2275366 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902418 BREAKER 
ENERGYUN
ITED EMC 
DEL 5, 13.0 
KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 399 355 411

2275447 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902445 BREAKER 
1201, 
12.47 KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 217 208 190

2280618 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907157 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1847 0 0 0

2411654 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046306 BREAKER 
1202, 
12.47 KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 119 127 139

2420384 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894935 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L08
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2420385 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894935 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L07

2430908 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894935 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L07

2430916 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3046503 REGULATO
R BANK 
1202, 
UNITS - 
1.0000000
000, 
6.9000000
000 KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2430917 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3046503 REGULATO
R BANK 
1202, 
UNITS - 
1.0000000
000, 
6.9000000
000 KV

2708360 STATION 
SHERRILL
S FORD 
SS, 4736, 
44.0 KV

42764176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05

20754545 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42516761 BREAKER 
HT CB, 
100.000 KV

41811385 STATION 
SIMMEN
TAL 
SOLAR 
STA, 
1102, 
100.000 
KV

42765276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 31 00 103 103 103

2275493 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902461 BREAKER 
0401, 4.16 
KV

2709285 STATION 
SIXTH ST 
RET, 
4759, 
44.0 KV

42763300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1237 0 240 150 150

2372838 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894881 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709285 STATION 
SIXTH ST 
RET, 
4759, 
44.0 KV

42763300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08
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2372843 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894881 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709285 STATION 
SIXTH ST 
RET, 
4759, 
44.0 KV

42763300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2372844 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894881 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709285 STATION 
SIXTH ST 
RET, 
4759, 
44.0 KV

42763300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2213867 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892111 CAPACITO
R BANK 
3A, 12.47 
KV, 2,700.0 
KVAR

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1744 OFF

2256797 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894832 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258975 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893919 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259018 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894834 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259110 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893919 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2259153 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893919 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2260819 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894832 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261083 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894832 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261539 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894835 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2261558 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894834 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261560 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894834 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261781 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894835 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02
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2261959 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894833 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261960 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894833 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261961 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894833 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2275136 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902241 BREAKER 
1209, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 296.2 346.4 299.3

2277073 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903929 BREAKER 
100KV HT, 
100.0 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 869 0

2277721 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904507 BREAKER 
1207, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1264 0 218.8 205.3 190.2

2277722 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904508 BREAKER 
1206, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1174 0 233.4 253.7 220.6

M-100 Sub 163 
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2277726 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904512 BREAKER 
12AX, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1322 0 380.4 405.6 380.6

2277731 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904517 BREAKER 
1208, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1202 0 285.3 317.8 265.1

2278167 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904910 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0 0 0 0

2278168 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904911 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0 0 0 0

2279393 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906043 BREAKER 
1205, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 561 207.6 256.7 224.5

2280665 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907201 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 448 0 0 0

2411754 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904905 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

M-100 Sub 163 
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2431134 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894835 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708856 STATION 
ST 
STEPHEN
S RET, 
1482, 
100.0 KV

42763897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2215264 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893250 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2040 OFF

2273240 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900475 BREAKER 
CBK 1 BRK, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 0

2273551 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900775 BREAKER 
PCB 2, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 0

2274060 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901257 BREAKER 
BEULAH 
WH, 100.0 
KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 0

2274061 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901258 BREAKER 
HINKLE 
WH, 100.0 
KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 0

2274062 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901259 BREAKER 
MOCKSVIL
LE BL, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 0

M-100 Sub 163 
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2274063 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901260 BREAKER 
OXFORD 
B&W, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 117 0

2274064 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901261 BREAKER 
BEULAH 
BL, 100.0 
KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

2274065 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901262 BREAKER 
HINKLE BL, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2274066 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901263 BREAKER 
MOCKSVIL
LE WH, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 125 0

2274251 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901440 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 0

2275287 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902371 BREAKER 
PCB 22, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2278753 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905442 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 406 0

M-100 Sub 163 
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2278754 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905443 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 0

2278755 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905444 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 285 0

2278756 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905445 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 503 0

2279822 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 138 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906435 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 480 0

2368961 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904984 BREAKER 
PCB 14, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 163 0

2368962 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904983 BREAKER 
PCB 13, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 0

2368963 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904976 BREAKER 
PCB 15, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 0
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2368965 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904971 BREAKER 
PCB 23, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147 0

2368966 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904981 BREAKER 
PCB 4, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2368967 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904979 BREAKER 
PCB 3, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 133 0

2415987 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904968 BREAKER 
PCB 25, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 174 0

2417462 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904975 BREAKER 
PCB 24, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 0

2417464 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904982 BREAKER 
PCB 12, 
230.0 KV

2711069 STATION 
STAMEY 
TIE, 
1651, 
230.0 KV

42764121 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

20005083 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894844 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03
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20901652 1202, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894844 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

20901658 1202, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894844 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2215076 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892220 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3749 OFF

2261752 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893533 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2261753 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893533 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2261754 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893533 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2261784 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894843 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2261785 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894843 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R09
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2261786 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894843 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2273087 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900325 BREAKER 
1201, 
12.47 KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 163 148 158

2273327 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900559 BREAKER 
1203, 
12.47 KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 00 187 184 187

2273329 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900561 BREAKER 
1202, 
12.47 KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 00 78 67 60

2277659 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904449 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708364 STATION 
STARTO
WN RET, 
4841, 
44.0 KV

42764433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 00 00 00

2276865 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903728 BREAKER 
FOURTH 
CREEK TAP 
BL, 100.0 
KV

2708372 STATION 
STATESVI
LLE CITY 
DEL 2 & 
3 TAP, 
1611, 
100.0 KV

42761694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0
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2276876 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903738 BREAKER 
FOURTH 
CREEK TAP 
WH, 100.0 
KV

2708372 STATION 
STATESVI
LLE CITY 
DEL 2 & 
3 TAP, 
1611, 
100.0 KV

42761694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1515 0

2276877 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903739 BREAKER 
FOURTH 
CREEK TAP 
BL & WH 
TIE, 100.0 
KV

2708372 STATION 
STATESVI
LLE CITY 
DEL 2 & 
3 TAP, 
1611, 
100.0 KV

42761694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2214166 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891970 CAPACITO
R BANK 
2A, 24.0 
KV, 6,000.0 
KVAR

2708353 STATION 
STATESVI
LLE CITY 
DEL 2, 
1400, 
100.0 KV

42762704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 6 OFF

2214167 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891971 CAPACITO
R BANK 2B, 
24.0 KV, 
6,000.0 
KVAR

2708353 STATION 
STATESVI
LLE CITY 
DEL 2, 
1400, 
100.0 KV

42762704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5 OFF

2214540 2C,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891972 CAPACITO
R BANK 2C, 
24.0 KV, 
6,000.0 
KVAR

2708353 STATION 
STATESVI
LLE CITY 
DEL 2, 
1400, 
100.0 KV

42762704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5 OFF

2438580 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 24 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058754 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708353 STATION 
STATESVI
LLE CITY 
DEL 2, 
1400, 
100.0 KV

42762704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0
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2214770 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892182 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2708349 STATION 
STATESVI
LLE CITY 
DEL 3, 
1612, 
100.0 KV

42764129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 OFF

2214961 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892183 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2708349 STATION 
STATESVI
LLE CITY 
DEL 3, 
1612, 
100.0 KV

42764129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF

2275831 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902761 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708349 STATION 
STATESVI
LLE CITY 
DEL 3, 
1612, 
100.0 KV

42764129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 0 0 0

2214496 5A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891969 CAPACITO
R BANK 
5A, 24.0 
KV, 5,400.0 
KVAR

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 OFF

2215517 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893114 CAPACITO
R BANK 01, 
0.0 KV, 
14,400.0 
KVAR

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1171 OFF

2272918 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900165 BREAKER 
CBK 1 BRK, 
44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1171 0

2274697 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901863 BREAKER 
CBK 5A 
BRK, 24.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224
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2274748 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901908 BREAKER 
BK 5 24KV 
LT, 24.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 229

2274766 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901925 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2275240 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906294 BREAKER 
BK 6 24KV 
LT, 24.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 171

2276097 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903020 BREAKER 
HINKLE BL, 
100.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2276848 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903711 BREAKER 
HINKLE 
WH, 100.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2276920 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903781 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2278394 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905099 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1068 0
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2278415 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905119 BREAKER 
BK 5&6 
100KV HT, 
100.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1004 0

2278450 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905150 BREAKER 
IREDELL 
WH, 100.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2278453 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905152 BREAKER 
IREDELL 
BL, 100.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1068 0

2279739 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906359 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 663 0

2280046 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906637 BREAKER 
TROUTMA
N, 44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1439 0

2280207 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906783 BREAKER 
SEVENTH 
ST, 44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1073 0

2280322 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906887 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 880 0
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2280425 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906984 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 518 0

2280511 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907060 BREAKER 
LOOKOUT 
NO 2, 44.0 
KV

2711086 STATION 
STATESVI
LLE TIE, 
1144, 
115.0 KV

42762229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2215662 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891851 CAPACITO
R BANK 
1A, 0.6 KV, 
1,200.0 
KVAR

2708488 STATION 
STM IND 
INC 
DUDLEY 
SHOALS 
PL, 4739, 
44.0 KV

42764719 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1260 OFF

2213848 3B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892015 CAPACITO
R BANK 3B, 
0.6 KV, 
1,500.0 
KVAR

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5201 ON

2213850 3A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892014 CAPACITO
R BANK 
3A, 0.6 KV, 
4,500.0 
KVAR

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1655 OFF

2215514 3C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2893126 CAPACITO
R BANK 3C, 
0.6 KV, 
2,700.0 
KVAR

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3889 OFF

2215638 3D,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2893127 CAPACITO
R BANK 
3D, 0.6 KV, 
2,400.0 
KVAR

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 OFF

2273024 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900263 BREAKER 
CBK 
3C&3D 
BRK, 12.47 
KV

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3888 0 0 0
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2277798 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904576 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2708845 STATION 
STM IND 
INC 
HIGHLA
ND PL, 
4742, 
44.0 KV

42762891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0

2413728 2A,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2891560 CAPACITO
R BANK 
2A, 12.47 
KV, 1,200.0 
KVAR

2708356 STATION 
STM IND 
SHURTA
PE TECH 
T&D, 
4745, 
44.0 KV

42764858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 632 OFF

2215615 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892674 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 714 ON

2215616 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892675 CAPACITO
R BANK 02, 
44.0 KV, 
10,800.0 
KVAR

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 701 OFF

2276541 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903427 BREAKER 
MIDAS, 
44.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 402 0

2276543 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903429 BREAKER 
CARSON, 
44.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2276546 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903432 BREAKER 
OLD FORT, 
44.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0
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2278684 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905376 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 714 0

2280525 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907074 BREAKER 
100KV HT, 
100.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2280705 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907236 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 491 0

2280918 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907440 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710223 STATION 
SUGAR 
HILL TIE, 
1600, 
100.0 KV

42764109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 435 0

2215568 2A CAPACITO
R

2893320 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2837 OFF

2255864 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894821 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2257309 1210,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894824 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2257331 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894824 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2257334 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894824 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2257570 1209,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894823 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2258193 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046615 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2258430 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046615 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259123 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894823 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2259310 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894820 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04
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2259432 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894820 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260927 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046611 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261482 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046615 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261555 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046611 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261710 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894823 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2261956 1208,REGU
LATOR 
1PH,PHASE 
X, 333.0 
KVA

REGULATO
R

2894822 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261957 1208,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2894822 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2261958 1208,REGU
LATOR 
1PH,PHASE 
Z, 333.0 
KVA

REGULATO
R

2894822 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2272905 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900152 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2275695 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902630 BREAKER 
1205, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 891 0 306.1 288.8 303.3

2275698 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902633 BREAKER 
1209, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1042 0 183.7 181.0 182.3

2275705 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902640 BREAKER 
1206, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 895 0 200.5 203.2 200.4

2275708 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902643 BREAKER 
12AX, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1860 0 0.303 0.358 0.447

2275760 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902693 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 501 0 0 0 0
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2275761 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902694 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 396 0 0 0 0

2275762 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902695 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 445 0 0 0 0

2275793 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902725 BREAKER 
100KV HT, 
100.0 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 602 0

2275979 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902904 BREAKER 
1210, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 0 212.5 221.0 211.6

2279022 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905697 BREAKER 
1208, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 248.0 253.9 245.4

2368523 STOCK 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894820 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2411697 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3046598 BREAKER 
1207, 
12.47 KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99930 253.7 252.3 242.9

2428904 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3046611 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708858 STATION 
SWEETW
ATER 
RET, 
1486, 
100.0 KV

42763647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2214577 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891943 CAPACITO
R BANK 01, 
44.0 KV, 
8,400.0 
KVAR

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 316 OFF

2215232 02 CAPACITO
R

2891944 CAPACITO
R BANK 02, 
0.0 KV, 
9,600.0 
KVAR

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 OFF

2276828 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903691 BREAKER 
100KV HT, 
100.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 0

2279548 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906188 BREAKER 
CATAWBA 
VALLEY, 
44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 659 0

2279592 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906230 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 435 0
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2279641 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906271 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 513 0

2279702 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906326 BREAKER 
SILVER 
CREEK, 
44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 655 0

2279768 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906387 BREAKER 
JAMES, 
44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 972 1

2279853 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906465 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 439 0

2394814 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906303 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708841 STATION 
TABLE 
ROCK 
TIE, 
1580, 
100.0 KV

42764531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

20683929 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901623 BREAKER 
12AX, 
12.47 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 0 0 0
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20683930 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902749 BREAKER 
1202, 
12.47 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 158 166 177

20683931 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904837 BREAKER 
1201, 
12.47 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 362 269 243 267

20683932 BREAKER 
VAC, 
17.000 KV, 
17.5 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901080 BREAKER 
1204, 
12.47 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 368 283 306 291

2214219 01, 
CAPACITO
R BANK 
44.000 KV

CAPACITO
R

2892722 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2761 OFF

2215274 02 CAPACITO
R

2893300 CAPACITO
R BANK 02, 
0.0 KV, 
9,000.0 
KVAR

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2093 OFF

2257295 1202,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894883 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02
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2257464 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894883 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2260937 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894883 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L03

2262056 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894882 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2262102 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894882 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2262103 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894882 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2273442 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900669 BREAKER 
BK 5 
12.5KV LT, 
13.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 848 882 887

2276566 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903451 BREAKER 
CAMPBELL 
ST, 44.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0
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2276567 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903452 BREAKER 
STONY 
POINT, 
44.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 622 0

2276568 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903453 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 170 0

2276569 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903454 BREAKER 
VASHTI, 
44.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 574 0

2276624 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903504 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2276900 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903761 BREAKER 
100KV HT, 
100.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 1

2279540 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906180 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 580 0

2280079 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906669 BREAKER 
BK 5 100KV 
HT, 100.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1480 0
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2383547 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894884 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2383548 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894884 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2383550 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022424 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2383551 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022424 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2383552 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022424 REGULATO
R 
12AX,PHAS
E 0.0, 13.0 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2392841 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894884 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2711068 STATION 
TAYLORS
VILLE 
TIE, 
1014, 
100.0 KV

42761995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2215527 1B CAPACITO
R

2893103 CAPACITO
R BANK 1B, 
0.0 KV, 
5,400.0 
KVAR

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 OFF

2215569 1A CAPACITO
R

2891853 CAPACITO
R BANK 
1A, 0.0 KV, 
5,400.0 
KVAR

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 552 OFF
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2215570 3A CAPACITO
R

2891852 CAPACITO
R BANK 
3A, 0.0 KV, 
5,400.0 
KVAR

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215571 3B CAPACITO
R

2893104 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2255087 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2857805 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2255096 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2857806 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2272872 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900121 BREAKER 
100KV HT, 
100.0 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2272902 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900149 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 543 0 0 0

2272914 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900161 BREAKER 
CBK 3A 
BRK, 13.0 
KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 0 0 0
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2274635 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901803 BREAKER 
1204, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1323 1 300.6 272.0 265.5

2274861 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902016 BREAKER 
1210, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 251.5 242.6 286.9

2275716 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902650 BREAKER 
12AX, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2362 0 0.082 0.099 0.475

2276153 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903071 BREAKER 
1206, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1376 0 172.1 192.0 173.3

2276175 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903093 BREAKER 
1205, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1677 0 176.0 193.1 214.1

2277300 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904116 BREAKER 
BK 1&3 
12.5KV TIE, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0 0 0

2277301 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904117 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 303 0 0 0
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2277302 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904118 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 315 0 0 0

2277848 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904621 BREAKER 
1208, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 319 241.4 252.1 232.9

2279711 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906334 BREAKER 
1209, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1834 0 233.8 232.3 195.7

2281042 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907549 BREAKER 
1203, 
12.47 KV

2708855 STATION 
THIRD 
AVE RET, 
1057, 
100.0 KV

42763769 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 677 0 140.3 137.9 159.0

2261112 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894770 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2280805 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907334 BREAKER 
1208, 
12.47 KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 921 320 160 360

2280811 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907340 BREAKER 
1207, 
12.47 KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 868 100 320 320
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2415473 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894769 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2415755 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894769 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2415760 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894769 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2435521 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894770 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2843965 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894770 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708505 STATION 
TREMON
T RET, 
4961, 
44.0 KV

42762999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

20659334 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2893522 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2213935 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891956 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 13 OFF

2213936 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891955 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 14 OFF
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2259434 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893524 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2259664 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893524 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2260006 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893522 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2260612 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893524 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2275740 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902674 BREAKER 
1202, 
12.47 KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1627 0 194 219 266

2275749 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902683 BREAKER 
1201, 
12.47 KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1365 0 167 136 152

2276765 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903639 BREAKER 
44KV HT, 
44.0 KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 231 0

M-100 Sub 163 
PSDR2-2



2280633 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907170 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708471 STATION 
TROUTM
AN RET, 
4967, 
44.0 KV

42764861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2852 0 0 0

20891258 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44396340 BREAKER 
1201, 
12.470 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 394 0 183 179 180

2214155 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892975 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 OFF

2214662 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892367 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1858 OFF

2256562 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893984 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R04

2258263 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893983 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R06

2260596 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893983 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02
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2260718 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893983 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R05

2261011 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893984 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R04

2278328 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905054 BREAKER 
1203, 
12.47 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 709 0 186 191 168

2280002 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906600 BREAKER 
1202, 
12.47 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1659 0 195 175 197

2372835 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893984 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R02

2392815 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

42683733 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R01

2401897 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

42683733 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R03
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2401902 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

42683733 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2711104 STATION 
TURNER
SBURG 
RET, 
4976, 
44.0 KV

42762928 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R06

2258638 1203,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894741 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2258639 1203,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894741 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260942 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894740 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261284 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894741 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2261526 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894740 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2261697 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894740 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2262067 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894738 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03
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2262068 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894738 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2262069 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894738 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R04

2262070 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894739 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2262071 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894739 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2262072 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894739 REGULATO
R 
0403,PHAS
E 0.0, 0.0 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R04

2273437 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900664 BREAKER 
1203, 
12.47 KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 975 0 221 178 209

2279287 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905946 BREAKER 
1202, 
12.47 KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 598 304 322 337
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2279288 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905947 BREAKER 
1201, 
12.47 KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0385 89 93 91

2279289 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905948 BREAKER 
0402, 4.16 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 237 253 267

2279291 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905950 BREAKER 
0403, 4.16 
KV

2708778 STATION 
VALDESE 
RET, 
5013, 
44.0 KV

42763888 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 355 407 448 441

2279545 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906185 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708780 STATION 
VALDESE 
TEXTILES 
INC, 
5014, 
44.0 KV

42764655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2215647 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893089 CAPACITO
R BANK 01, 
0.0 KV, 
10,800.0 
KVAR

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1216 OFF

2272846 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900098 BREAKER 
CBK 1 BRK, 
44.0 KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0261 0

2276635 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903514 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9950 0
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2276883 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903745 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0101 0

2279730 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906351 BREAKER 
PONS, 44.0 
KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1441 0

2280202 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906778 BREAKER 
BURKE, 
44.0 KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0466 0

2280316 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906882 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 762 0

2280917 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907439 BREAKER 
VALDESE 
RET, 44.0 
KV

2711085 STATION 
VALDESE 
TIE, 
1007, 
100.0 KV

42764541 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0641 0

20445315 CAP 1B CAPACITO
R

2891598 CAPACITO
R BANK 1B, 
0.6 KV, 
900.0 
KVAR

2708781 STATION 
VALDESE 
WEAVER
S INC, 
5015, 
44.0 KV

42763551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 OFF

2215340 1C,CAPACI
TOR BANK 
7.2 KV

CAPACITO
R

2891599 CAPACITO
R BANK 1C, 
7.2 KV, 
900.0 
KVAR

2708781 STATION 
VALDESE 
WEAVER
S INC, 
5015, 
44.0 KV

42763551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 240 ON
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2215434 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891597 CAPACITO
R BANK 
1A, 0.6 KV, 
900.0 
KVAR

2708781 STATION 
VALDESE 
WEAVER
S INC, 
5015, 
44.0 KV

42763551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 126 ON

2215026 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892749 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215027 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892748 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 OFF

2257252 1203,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894759 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2257340 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894759 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2257970 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2259021 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894757 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2260275 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02
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2273662 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900881 BREAKER 
1202, 
12.47 KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 392 75 78 110

2274096 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901292 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0047 0 0 0

2274755 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901915 BREAKER 
1201, 
12.47 KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 0 134 222 147

2275380 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902424 BREAKER 
1203, 
12.47 KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 3 470 395 400

2371739 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894757 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2431133 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05

2435530 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894757 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04
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2448220 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894759 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708863 STATION 
VALMEA
D RET, 
5016, 
44.0 KV

42762897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

20007180 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

40004783 REGULATO
R 
0404,PHAS
E 0.0, 6.9 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20007181 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

40004783 REGULATO
R 
0404,PHAS
E 0.0, 6.9 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20007182 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

40004783 REGULATO
R 
0404,PHAS
E 0.0, 6.9 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2255840 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894791 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256831 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894791 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258921 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894792 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2258922 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894792 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258954 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894791 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258955 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894792 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2280034 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906628 BREAKER 
0403, 4.16 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2280501 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907054 BREAKER 
0401, 4.16 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2280688 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907220 BREAKER 
0404, 4.16 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2280901 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907424 BREAKER 
0402, 4.16 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0
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2416252 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894793 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2416253 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894793 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2416268 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894793 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2709288 STATION 
W 
HICKORY 
RET, 
5035, 
44.0 KV

42763458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2214107 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2892651 CAPACITO
R BANK 
1A, 13.2 
KV, 3,150.0 
KVAR

2708864 STATION 
WOODG
RAIN 
MILLWO
RK T&D, 
5154, 
44.0 KV

42762985 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 OFF

2277546 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904347 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708864 STATION 
WOODG
RAIN 
MILLWO
RK T&D, 
5154, 
44.0 KV

42762985 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 436 0 0 0

20032585 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893619 REGULATO
R BANK 
1202, 
UNITS - 3, 
6.9000000
000 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

20426222 REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893619 REGULATO
R BANK 
1202, 
UNITS - 3, 
6.9000000
000 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07
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2258795 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893618 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258797 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893618 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2273438 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900665 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 385 373 402

2273649 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900868 BREAKER 
1202, 
12.47 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 214 194 207

2273657 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900876 BREAKER 
1201, 
12.47 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 247 262 273

2838364 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3155201 BREAKER 
1204, 
12.47 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 138 159 144

2843846 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893618 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2848986 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3155208 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

2848988 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3155208 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2848989 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3155208 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2849094 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893619 REGULATO
R BANK 
1202, 
UNITS - 3, 
6.9000000
000 KV

2710161 STATION 
ZION 
CHURCH 
RD RET, 
1981, 
100.0 KV

42764173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2871484 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012761 BREAKER 
12AX, 
12.47 KV

2668310 SUB 
O&M 
MORGA
NTON, 
52

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0

2871485 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012762 BREAKER 
1207, 
12.47 KV

2668310 SUB 
O&M 
MORGA
NTON, 
52

42762880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS35 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 139 124 56

20029999 1A,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

40013345 CAPACITO
R BANK 
1A, 0.0 KV, 
10,800.0 
KVAR

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 ON
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2213960 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891389 CAPACITO
R BANK 
2A, 24.0 
KV, 4,800.0 
KVAR

2708023 STATION 
ALBEMA
RLE CITY 
DEL 2, 
1582, 
100.0 KV

42762026 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2276887 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903749 BREAKER 
100KV HT, 
100.0 KV

2708023 STATION 
ALBEMA
RLE CITY 
DEL 2, 
1582, 
100.0 KV

42762026 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2278966 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905642 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708023 STATION 
ALBEMA
RLE CITY 
DEL 2, 
1582, 
100.0 KV

42762026 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

20655529 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903796 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

20821293 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903279 BREAKER 
OAKBORO 
WH, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 715 826 976

20821296 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905090 BREAKER 
CBK 2 BRK, 
100.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0 336 357 335

20821297 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902137 BREAKER 
ALBEMARL
E BL, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 380 369 590
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20821298 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903797 BREAKER 
TALLASSEE 
WH, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0 560 882 1087

20821300 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903798 BREAKER 
TALLASSEE 
BL, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 692 898 976

20821301 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903725 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 743 346 320

20821302 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905089 BREAKER 
CBK 1 BRK, 
100.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 338 340 336

2214168 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891378 CAPACITO
R BANK 1B, 
24.0 KV, 
6,000.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 OFF

2214169 2A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891382 CAPACITO
R BANK 
2A, 24.0 
KV, 6,000.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 OFF

2214170 2B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891383 CAPACITO
R BANK 2B, 
24.0 KV, 
6,000.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 OFF
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2214280 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891377 CAPACITO
R BANK 
1A, 24.0 
KV, 6,000.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 OFF

2215408 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891379 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 ON

2215409 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891380 CAPACITO
R BANK 02, 
100.0 KV, 
57,600.0 
KVAR

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 OFF

2256469 2402,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3015427 REGULATO
R 
2402,PHAS
E 0.0, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2256590 2406,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894201 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2256591 2406,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894201 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2256592 2406,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894201 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01
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2256739 2402,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3015427 REGULATO
R 
2402,PHAS
E 0.0, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2272806 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900061 BREAKER 
CBK 
2A&2B 
BRK, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2274705 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905335 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 1717 1692 1846

2274995 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902137 BREAKER 
ALBEMARL
E BL, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2275954 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902880 BREAKER 
2401, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0 0

2277380 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904188 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 951 1146 1106

2277435 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904242 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0
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2278384 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905090 BREAKER 
CBK 2 BRK, 
100.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2279130 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905793 BREAKER 
2402, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 565 486 572

2279266 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905925 BREAKER 
24AX, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 704 692 599

2279346 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905999 BREAKER 
2406, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 445 400 382

2368493 2402,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

3015427 REGULATO
R 
2402,PHAS
E 0.0, 24.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2413469 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907590 BREAKER 
ALBEMARL
E WH, 
100.0 KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2413470 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907594 BREAKER 
OAKBORO 
BL, 100.0 
KV

2708797 STATION 
ALBEMA
RLE SW 
STA, 
1297, 
115.0 KV

42763578 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0
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2256578 0407,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3042958 REGULATO
R 
0407,PHAS
E 1.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2259844 0408,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894223 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2259861 0408,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894223 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2261430 0408,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894223 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2275856 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902785 BREAKER 
100KV HT, 
100.0 KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2279988 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906590 BREAKER 
0408, 4.16 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 408 436 359

2374842 0407,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3042958 REGULATO
R 
0407,PHAS
E 1.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2383395 0407,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

3042958 REGULATO
R 
0407,PHAS
E 1.0, 4.1 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2396697 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3042567 BREAKER 
0407, 4.16 
KV

2708436 STATION 
BADIN 
RET, 
1341, 
100.0 KV

42762154 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 92 113 135

2255425 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894037 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L08

2255662 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894034 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L10

2256790 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894034 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L03

2258885 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894038 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L08

2258887 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894038 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L10
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2258888 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894038 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L11

2261052 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894034 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L07

2275743 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902677 BREAKER 
0405, 4.16 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 81 106 75

2275751 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902685 BREAKER 
0403, 4.16 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 368 313 280

2275752 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902686 BREAKER 
0404, 4.16 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 2 112 116 135

2279842 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906455 BREAKER 
1202, 
12.47 KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0 67 63 57

2279862 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906474 BREAKER 
1204, 
12.47 KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 191 170 184
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2414076 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894035 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R10 L06

2414081 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894035 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L04

2414082 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894036 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L05

2414085 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894036 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L07

2414088 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894036 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L04

2414101 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894035 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709303 STATION 
BALL 
PARK 
RET, 
3090, 
44.0 KV

42762924 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R04

2842111 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174669 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 186 228 201
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2842849 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174668 BREAKER 
1203, 
12.47 KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 62 103 70

2842862 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174667 BREAKER 
1201, 
12.47 KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 131 131 134

2873079 REGULATO
R 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

3174736 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L03

2873080 REGULATO
R 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174736 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L03

2873081 REGULATO
R 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174736 REGULATO
R 
1201,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 L02

2873082 REGULATO
R 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174737 REGULATO
R 
1203,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2873083 REGULATO
R 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174737 REGULATO
R 
1203,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L02
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2873084 REGULATO
R 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3174737 REGULATO
R 
1203,PHAS
E 1.0, 0.0 
KV

2710107 STATION 
BARRIER 
RD RET, 
2607, 
100.000 
KV

42761742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2214454 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892852 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 OFF

2256550 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894058 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L07

2258935 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894058 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L02

2261491 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894057 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L05

2261492 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894057 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L05

2261493 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894057 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L07
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2261504 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894058 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L04

2261677 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894059 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L11

2261678 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894059 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L11

2261679 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894059 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L10

2261922 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893565 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L11

2261923 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893565 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L11

2261924 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893565 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L10

M-100 Sub 163 
PSDR2-2



2273080 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900318 BREAKER 
1210, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 215 119 139

2273367 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900597 BREAKER 
1205, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 417 400 406

2273468 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900693 BREAKER 
12AX, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0 0 0 0

2273474 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900699 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0 0

2273479 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900704 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0 679 343 498

2273482 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900707 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 362 354 345

2273487 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900712 BREAKER 
1206, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 344 339 312
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2277329 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904143 BREAKER 
1209, 
12.47 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 253 183 258

2277648 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904439 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 0 0

2280407 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906967 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2707995 STATION 
BRANTLE
Y RD 
RET, 
1411, 
115.0 KV

42764085 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

20269896 2401, 
REGULATO
R 1PH, 
PHASE Y, 
13.800 KV

REGULATO
R

2893730 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2215344 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893380 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 OFF

2215368 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893381 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 OFF

2215500 3A CAPACITO
R

2893025 CAPACITO
R BANK 
3A, 0.0 KV, 
3,600.0 
KVAR

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 OFF
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2215534 2A CAPACITO
R

2893024 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 OFF

2215535 2B CAPACITO
R

2893026 CAPACITO
R BANK 2B, 
0.0 KV, 
4,800.0 
KVAR

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 OFF

2256828 2402,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893559 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258275 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893684 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2258300 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893685 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2258386 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893684 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2258387 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893684 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03
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2258410 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893685 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2258779 1207,REGU
LATOR 
1PH,PHASE 
Z, 333.0 
KVA

REGULATO
R

2893728 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259414 2407,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893847 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2259418 2407,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893847 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259552 2408,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893846 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259553 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893730 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2259644 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893722 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R03
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2259645 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893722 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2259646 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893722 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2259647 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893500 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R10

2259648 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893500 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R02

2259794 2407,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893847 REGULATO
R 
2407,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2260031 2408,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893846 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2260280 2408,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893846 REGULATO
R 
2408,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04
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2260683 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893559 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260815 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893728 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260843 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893725 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2260845 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893725 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R04

2261016 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893500 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2261216 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893728 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261282 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893685 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05
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2261453 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893780 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R11

2261516 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893780 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R12

2261659 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893725 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2261720 2403,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893780 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R11

2261728 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893730 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R11

2262028 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893559 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2272864 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900116 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0
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2272895 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900142 BREAKER 
1202, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 514 514 514

2272897 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900144 BREAKER 
1207, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 302 319 315

2272907 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900154 BREAKER 
1208, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 627 711 586

2272908 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900155 BREAKER 
1206, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 580 585 601

2272915 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900162 BREAKER 
1205, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 429 295 436

2272970 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900217 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

2273174 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900411 BREAKER 
1201, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 172 213 188
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2273275 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900510 BREAKER 
2402, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 426 607 452

2273420 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900648 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 3025 1603 1480

2273754 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900968 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0

2273755 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900969 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 1291 1447 1359

2274453 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901629 BREAKER 
2403, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 521 458 501

2274691 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901857 BREAKER 
2408, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 526 639 428

2274692 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901858 BREAKER 
2407, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 389 470 422
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2274699 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901865 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 1021 1020 1019

2274700 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901866 BREAKER 
BUS 3&4 
24KV TIE, 
24.0 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0

2274701 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901867 BREAKER 
BK 4 24KV 
LT, 24.0 KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 720 839 603

2279383 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906033 BREAKER 
2401, 24.0 
KV

2708103 STATION 
BRAWLE
Y 
SCHOOL 
RET, 
3194, 
115.0 KV

42764680 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8 619 627 631

2275127 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045817 BREAKER 
PCB 24, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

42761766 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2275128 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045815 BREAKER 
PCB 22, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

42761766 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2275129 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045816 BREAKER 
PCB 23, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

42761766 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0
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2275127 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045817 BREAKER 
PCB 24, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

43130841 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

2275128 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045815 BREAKER 
PCB 22, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

43130841 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

2275129 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045816 BREAKER 
PCB 23, 
230.0 KV

2709533 STATION 
BUCK 
CTCC 
STA 
YARD, 
2642, 
230.0 KV

43130841 NORMAL 
STATION 
INSPECTIO
N -BUCK 
CTCC STA 
YARD

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

20029944 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905274 BREAKER 
BOONE 
WH, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

20029945 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905282 BREAKER 
ARCADIA 
BL, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2278578 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905273 BREAKER 
SALISBURY 
WH, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2278581 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905276 BREAKER 
SPENCER 
BL, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0
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2278582 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905277 BREAKER 
GRANTS 
CREEK BL, 
100.0 KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2278583 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905278 BREAKER 
SALISBURY 
BL, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2278584 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905279 BREAKER 
BUCK BL, 
100.0 KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2278585 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905280 BREAKER 
BUCK WH, 
100.0 KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2278586 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905281 BREAKER 
BOONE BL, 
100.0 KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2278589 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905283 BREAKER 
ARCADIA 
WH, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2278591 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905285 BREAKER 
SPENCER 
WH, 100.0 
KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

M-100 Sub 163 
PSDR2-2



2278592 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905286 BREAKER 
GRANTS 
CREEK WH, 
100.0 KV

2711180 STATION 
BUCK 
STEAM 
STA 
YARD, 
3235, 
100.0 KV

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2215268 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893251 CAPACITO
R BANK 01, 
100.0 KV, 
108,000.0 
KVAR

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 OFF

2215269 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893260 CAPACITO
R BANK 02, 
100.0 KV, 
108,000.0 
KVAR

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 OFF

2273398 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900626 BREAKER 
BK 3 100KV 
LT RED 
BUS, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2273399 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900627 BREAKER 
BK 3 100KV 
LT YEL 
BUS, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2274708 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901872 BREAKER 
PCB 10, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2274709 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901873 BREAKER 
PCB 12, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

M-100 Sub 163 
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2274710 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901874 BREAKER 
PCB 15, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2274711 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901875 BREAKER 
PCB 11, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2274712 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901876 BREAKER 
PCB 18, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2275123 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026870 BREAKER 
PCB 4, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2275124 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026871 BREAKER 
PCB 1, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2275125 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026873 BREAKER 
PCB 6, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2275126 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026872 BREAKER 
PCB 3, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

M-100 Sub 163 
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2275237 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902330 BREAKER 
PCB 13, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2275432 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904996 BREAKER 
PCB 14, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2278607 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905301 BREAKER 
BUS 1&2 
100KV RED 
TIE, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2278608 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905302 BREAKER 
SALEM BL, 
100.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2278610 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905304 BREAKER 
BUS 1&2 
100KV YEL 
TIE, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2278612 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905306 BREAKER 
ALBEMARL
E BL, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2278614 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905308 BREAKER 
BK AT4 
100KV LT 
RED, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

M-100 Sub 163 
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2278615 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905309 BREAKER 
BK AT4 
100KV LT 
YEL, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2278616 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905310 BREAKER 
ALBEMARL
E WH, 
100.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2278617 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905311 BREAKER 
DAVIDSON 
BL, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2278618 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905312 BREAKER 
LEXINGTO
N WH, 
100.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

2278619 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905313 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

2278621 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905315 BREAKER 
LEXINGTO
N BL, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2278622 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905316 BREAKER 
SALEM 
WH, 100.0 
KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

M-100 Sub 163 
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2278623 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 4000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905317 BREAKER 
OVAL WH, 
100.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2278624 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 4000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905318 BREAKER 
OVAL BL, 
100.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2371999 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904994 BREAKER 
PCB 16, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0

2385016 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904997 BREAKER 
PCB 17, 
230.0 KV

2708678 STATION 
BUCK 
TIE, 
3237, 
230.0 KV

42762623 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2215774 1A CAPACITO
R

2893303 CAPACITO
R BANK 
1A, 0.0 KV, 
3,150.0 
KVAR

2708687 STATION 
CHARLO
TTE N 
MEC 
WATER 
TREAT 
PL, 1872, 
100.0 KV

42764885 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2273197 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900432 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708687 STATION 
CHARLO
TTE N 
MEC 
WATER 
TREAT 
PL, 1872, 
100.0 KV

42764885 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

M-100 Sub 163 
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2215714 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893123 CAPACITO
R BANK 01, 
0.0 KV, 
75,600.0 
KVAR

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 885 OFF

2273321 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900555 BREAKER 
CHINA 
GROVE 
WH, 100.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2273393 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900622 BREAKER 
ROWAN 
NO 1, 44.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06

2273397 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900625 BREAKER 
CHINA 
GROVE C 
M, 44.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2273523 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900748 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2273524 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900749 BREAKER 
BRIAR BL, 
100.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2273525 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900750 BREAKER 
LEMLEY 
WH, 100.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

M-100 Sub 163 
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2274543 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901716 BREAKER 
BRIAR WH, 
100.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2274718 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901882 BREAKER 
KANNAPOL
IS 44, 44.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2275274 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902359 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2275275 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902360 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2275276 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902361 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

2277111 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903963 BREAKER 
COLLINS 
BL, 100.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2277112 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903964 BREAKER 
LEMLEY BL, 
100.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

M-100 Sub 163 
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2277113 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903965 BREAKER 
COLLINS 
WH, 100.0 
KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0

2278418 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905122 BREAKER 
BK 2&3&4 
100KV HT, 
100.0 KV

2708913 STATION 
CHINA 
GROVE 
MAIN, 
1288, 
100.0 KV

42763642 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2214765 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892858 CAPACITO
R BANK 
2A, 4.16 
KV, 1,800.0 
KVAR

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF

2258846 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015364 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L06

2258998 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015364 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L07

2258999 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3015364 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L06

2259834 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894072 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L05

M-100 Sub 163 
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2259835 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894072 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L05

2259836 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894072 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L06

2260064 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894073 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L06

2260750 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894073 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L06

2260765 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894073 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L07

2261002 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894071 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L08

2261003 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894071 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L08

M-100 Sub 163 
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2261224 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894071 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L08

2275451 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3013988 BREAKER 
1204, 
12.47 KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 319 366 300

2277669 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904459 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0 0 0

2452150 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900596 BREAKER 
0401, 4.16 
KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0

2452151 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907530 BREAKER 
1206, 
12.47 KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 168 181 171

2452152 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903321 BREAKER 
1205, 
12.47 KV

2708121 STATION 
CHINA 
GROVE 
RET, 
3381, 
100.0 KV

42763935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 383 395 421

2257357 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894032 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

M-100 Sub 163 
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2258771 1204,REGU
LATOR 
1PH,PHASE 
X

REGULATO
R

2893510 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259898 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893866 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2260261 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893866 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260379 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894032 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2260598 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894032 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261053 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894033 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261078 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894033 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

M-100 Sub 163 
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2261079 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894033 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261326 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893866 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261518 1204,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893510 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261520 1204,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893510 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2273107 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900345 BREAKER 
1204, 
12.47 KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 281 271 275

2274729 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901892 BREAKER 
1203, 
12.47 KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 278 291 241

2276496 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903385 BREAKER 
100KV HT, 
100.0 KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

M-100 Sub 163 
PSDR2-2



2278050 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904804 BREAKER 
1206, 
12.47 KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 242 248 205

2278096 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904843 BREAKER 
1205, 
12.47 KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 1 121 123 144

2464256 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41716017 BREAKER 
BK 1 24KV 
LT, 24.000 
KV

2707953 STATION 
CLEVELA
ND RET, 
1094, 
100.0 KV

42762953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 831 817 760

20805422 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42625097 BREAKER 
1204, 
12.470 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 145 190 142

20805434 1204, 
REGULATO
R 1PH, 
PHASE A, 
328.0 KV

REGULATO
R

42625176 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

20805445 1204, 
REGULATO
R 1PH, 
PHASE B, 
328.0 KV

REGULATO
R

42625176 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

20805446 1204, 
REGULATO
R 1PH, 
PHASE C, 
328.0 KV

REGULATO
R

42625097 BREAKER 
1204, 
12.470 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2214315 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891870 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

M-100 Sub 163 
PSDR2-2



2258416 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894090 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

2258417 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894090 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R03

2258418 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894090 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2260032 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894098 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2261425 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894098 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2261426 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894098 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2261427 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893881 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

M-100 Sub 163 
PSDR2-2



2261428 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893881 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2261429 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893881 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2274849 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902004 BREAKER 
1201, 
12.47 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 382 372 511

2278012 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
600.0 
AMPS, 
12.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2904772 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

2279274 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905933 BREAKER 
1203, 
12.47 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 425 444 430

2279275 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905934 BREAKER 
1202, 
12.47 KV

2708123 STATION 
CODDLE 
CREEK 
RET, 
3416, 
44.0 KV

42762896 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 559 528 574

2257263 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894056 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709273 STATION 
COLEMA
N RET, 
3701, 
44.0 KV

42763759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

M-100 Sub 163 
PSDR2-2



2257299 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894056 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709273 STATION 
COLEMA
N RET, 
3701, 
44.0 KV

42763759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257455 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894056 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709273 STATION 
COLEMA
N RET, 
3701, 
44.0 KV

42763759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2275553 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902498 BREAKER 
1201, 
12.47 KV

2709273 STATION 
COLEMA
N RET, 
3701, 
44.0 KV

42763759 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 200 220 220

2214483 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892587 CAPACITO
R BANK 
2A, 4.16 
KV, 3,600.0 
KVAR

2709348 STATION 
COLONI
AL PIPE 
KANN 
PUMP 
STA, 
3432, 
100.0 KV

42764745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2275281 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904041 BREAKER 
CBK 2A 
BRK, 4.16 
KV

2709348 STATION 
COLONI
AL PIPE 
KANN 
PUMP 
STA, 
3432, 
100.0 KV

42764745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0

2276381 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903281 BREAKER 
COLONIAL 
PIPE KANN 
PUMP TAP, 
100.0 KV

2707942 STATION 
COLONI
AL PIPE 
KANN 
PUMP 
TAP, 
1035, 
100.0 KV

42761805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

M-100 Sub 163 
PSDR2-2



2214671 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892794 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 OFF

2275633 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902569 BREAKER 
BATTE BL 
TAP, 100.0 
KV

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

2275635 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902571 BREAKER 
BATTE WH 
TAP, 100.0 
KV

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2276767 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903641 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2276769 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903643 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2280280 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906853 BREAKER 
CBK 1 BRK, 
44.0 KV

2709250 STATION 
CONCOR
D CITY 
DEL 1, 
1413, 
100.0 KV

42762543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

20680736 BREAKER 
GAS, 
72.500 KV, 
72.5 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906735 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708021 STATION 
CONCOR
D CITY 
DEL 2, 
1576, 
44.0 KV

42763516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

M-100 Sub 163 
PSDR2-2



2213832 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892873 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708021 STATION 
CONCOR
D CITY 
DEL 2, 
1576, 
44.0 KV

42763516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 OFF

2213833 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892874 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708021 STATION 
CONCOR
D CITY 
DEL 2, 
1576, 
44.0 KV

42763516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 OFF

2214668 03,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892875 CAPACITO
R BANK 03, 
44.0 KV, 
9,600.0 
KVAR

2708021 STATION 
CONCOR
D CITY 
DEL 2, 
1576, 
44.0 KV

42763516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 OFF

2276410 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903308 BREAKER 
CBK 3 BRK, 
44.0 KV

2708021 STATION 
CONCOR
D CITY 
DEL 2, 
1576, 
44.0 KV

42763516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2276108 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903030 BREAKER 
100KV HT, 
100.0 KV

2708688 STATION 
CONCOR
D CITY 
DEL 3, 
1828, 
100.000 
KV

42762625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2215290 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

3033550 CAPACITO
R BANK 03, 
100.0 KV, 
93,600.0 
KVAR

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 OFF

2215876 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893273 CAPACITO
R BANK 01, 
44.0 KV, 
16,800.0 
KVAR

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 OFF

M-100 Sub 163 
PSDR2-2



2273088 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900326 BREAKER 
1206, 
12.47 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 25 24 26

2273089 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900327 BREAKER 
1208, 
12.47 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 25 30 27

2274038 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901236 BREAKER 
TEXTILE, 
13.8 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0

2274396 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901575 BREAKER 
CONCORD 
WH, 100.0 
KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2274768 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907536 BREAKER 
WINECOFF
, 44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2275269 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902354 BREAKER 
BK 8 44KV 
LT, 44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2275270 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902355 BREAKER 
CONCORD 
44, 44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

M-100 Sub 163 
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2275271 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902356 BREAKER 
HARTSELL, 
44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2275272 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902357 BREAKER 
BK 7 44KV 
LT, 44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

2275273 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902358 BREAKER 
BUS 7&8 
44KV TIE, 
44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2275460 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3033521 BREAKER 
CBK 3 BRK, 
100.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2276834 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903697 BREAKER 
CBK 1 BRK, 
44.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2278193 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904935 BREAKER 
MT 
PLEASANT 
NO 2, 44.0 
KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2278204 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904945 BREAKER 
MT 
PLEASANT 
NO 1, 44.0 
KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 4
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2278478 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905176 BREAKER 
CONCORD 
BL, 100.0 
KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2279767 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906386 BREAKER 
BK 7&8 
100KV HT, 
100.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2279777 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906396 BREAKER 
BK 3&4 
100KV HT, 
100.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2279787 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906405 BREAKER 
BATTE BL, 
100.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2279932 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906538 BREAKER 
BATTE WH, 
100.0 KV

2707955 STATION 
CONCOR
D MAIN, 
1119, 
100.0 KV

42762122 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

20345867 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 2858508 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2709306 STATION 
CORNIN
G INC, 
1780, 
100.0 KV

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R14

20345878 LTC TYPE 
VACUUM, 
100.000 
KV, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 2861079 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2709306 STATION 
CORNIN
G INC, 
1780, 
100.0 KV

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

M-100 Sub 163 
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2273123 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900361 BREAKER 
CORNING 
WH TAP, 
100.0 KV

2709306 STATION 
CORNIN
G INC, 
1780, 
100.0 KV

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2273125 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900363 BREAKER 
CORNING 
BL TAP, 
100.0 KV

2709306 STATION 
CORNIN
G INC, 
1780, 
100.0 KV

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2274630 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901683 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709306 STATION 
CORNIN
G INC, 
1780, 
100.0 KV

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 809 822 789

20433250 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879849 REGULATO
R BANK 
12AX, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20433252 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879849 REGULATO
R BANK 
12AX, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20433254 12AX, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879849 REGULATO
R BANK 
12AX, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20433256 1209, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879860 REGULATO
R BANK 
1209, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L06

M-100 Sub 163 
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20433258 1209, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879860 REGULATO
R BANK 
1209, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L08

20433261 1209, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41879860 REGULATO
R BANK 
1209, 
UNITS - 0, 
13.000 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L07

20433263 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41879879 BREAKER 
BK 2 12KV 
LT, 15.500 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 177 140 213

20433264 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41879886 BREAKER 
BK 3 12KV 
LT, 15.500 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 428 489 428

20433265 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41879887 BREAKER 
BUS 2&3 
12KV, 
15.500 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

20433266 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41879888 BREAKER 
1209, 
15.500 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 177 140 213
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PSDR2-2



20433267 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41879889 BREAKER 
12AX, 
15.500 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

20460943 1214, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893538 REGULATO
R 
1214,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L06

2257314 1214,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893538 REGULATO
R 
1214,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L08

2257329 1214,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893538 REGULATO
R 
1214,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L07

2259045 1213,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893529 REGULATO
R 
1213,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R12 L10

2259049 1213,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893529 REGULATO
R 
1213,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L08

2260034 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893528 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2260246 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893528 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2277303 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904119 BREAKER 
1212, 
12.47 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2279153 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905816 BREAKER 
1213, 
12.47 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 192 237 209

2279222 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905882 BREAKER 
1214, 
12.47 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 242 237 209

2281072 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907576 BREAKER 
CRESCENT 
EMC 
100KV HT, 
100.0 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2281086 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907587 BREAKER 
100KV HT, 
100.0 KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2374835 1213,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893529 REGULATO
R 
1213,PHAS
E 0.0, 13.0 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L09
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2452418 1212,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893528 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709202 STATION 
COTTON
WOOD 
RET, 
1686, 
100.0 KV

42762226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2429889 1A, 
CAPACITO
R BANK 
0.480 KV

CAPACITO
R

2892353 CAPACITO
R BANK 
1A, 0.460 
KV, 900.0 
KVAR

2708662 STATION 
DALE 
EARNHA
RDT INC, 
4846, 
44.0 KV

42762830 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

2215653 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893099 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2710216 STATION 
DAVIDS
ON 
COLLEGE
, 1844, 
44.0 KV

42762282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF

2215654 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893098 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710216 STATION 
DAVIDS
ON 
COLLEGE
, 1844, 
44.0 KV

42762282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF

2277444 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904251 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710216 STATION 
DAVIDS
ON 
COLLEGE
, 1844, 
44.0 KV

42762282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 147 146 146

20024997 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893947 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

20025001 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893947 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

20270823 REGULATO
R 1PH, 
PHASE Y, 
250.000 
KV, 
14,330.0 
KV

REGULATO
R

2893947 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05
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2213852 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892342 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 OFF

2214316 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892343 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 OFF

2215323 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892341 CAPACITO
R BANK 
2A, 4.16 
KV, 3,000.0 
KVAR

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF

2255654 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893938 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2255661 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893938 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256337 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2893943 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2256570 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2893943 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2256994 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2893938 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2257224 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893948 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2257723 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893949 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257958 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2257959 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2257961 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893732 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2274571 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901742 BREAKER 
1203, 
12.47 KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 4 2 3
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2275436 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902440 BREAKER 
0401, 4.16 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 225 109 88

2275692 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902627 BREAKER 
1202, 
12.47 KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 3 377 468 435

2277569 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904364 BREAKER 
CBK 
1A&1B 
BRK, 4.16 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 0 0

2277830 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904603 BREAKER 
1201, 
12.47 KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 458 394 394

2280330 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906895 BREAKER 
0403, 4.16 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0 0 0 0

2280404 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906965 BREAKER 
0404, 4.16 
KV

2708143 STATION 
DAVIDS
ON RET, 
3542, 
121.0 KV

42764149 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 1 207 192 218

20393658 BREAKER,  
VAC,  ABC 
PH,  12 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41798259 BREAKER 
1204, 
12.470 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0
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20393669 1204, 
REGULATO
R 1PH, 
PHASE X, 
7.200 KV

REGULATO
R

41798263 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393671 1204, 
REGULATO
R 1PH, 
PHASE Y, 
7.200 KV

REGULATO
R

41798263 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393672 1204, 
REGULATO
R 1PH, 
PHASE Z, 
7.200 KV

REGULATO
R

41798263 REGULATO
R BANK 
1204, 
UNITS - 0, 
6.900 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215743 1B CAPACITO
R

2893216 CAPACITO
R BANK 1B, 
0.0 KV, 
4,200.0 
KVAR

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215826 1A CAPACITO
R

2893215 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2258721 1203,REGU
LATOR 
1PH,PHASE 
X, 333.0 
KVA

REGULATO
R

2893629 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258722 1203,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2893629 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258723 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893629 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06
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2261437 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893530 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2261438 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893530 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07

2261459 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893530 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2273039 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900278 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 0 0

2273151 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900388 BREAKER 
1201, 
12.47 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 500 505 504

2273152 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900389 BREAKER 
1202, 
12.47 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 624 771 640

2273169 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900406 BREAKER 
1203, 
12.47 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 332 353 322
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2273356 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900586 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 0 0

2448465 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893531 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2448466 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893531 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2448467 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893531 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708689 STATION 
DEERFIEL
D RET, 
1856, 
100.0 KV

42763003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2215515 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893102 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 OFF

2215629 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893101 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 OFF

2215630 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893100 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2255219 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858023 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05
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2255224 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858024 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2272854 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900106 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0 0 0

2272855 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900107 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0

2275297 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902374 BREAKER 
1210, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0 497 522 392

2275314 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902386 BREAKER 
1206, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 1 624 697 805

2275329 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902400 BREAKER 
1205, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 605 633 630

2275341 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902403 BREAKER 
1209, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0 0

M-100 Sub 163 
PSDR2-2



2277885 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904658 BREAKER 
1207, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 584 591 522

2278087 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904835 BREAKER 
12AX, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 0 0 0

2280750 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907281 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 0 0

2280753 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907284 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 1160 1214 1047

2280756 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907287 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710777 STATION 
DUNBAR 
RET, 
1425, 
100.0 KV

42765179 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 1489 2178 1682

2256853 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894131 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R08

2256857 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894131 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R08

M-100 Sub 163 
PSDR2-2



2257019 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894131 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R07

2257041 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894130 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R08

2258962 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894130 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 R11

2278973 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905649 BREAKER 
12.5KV HT, 
12.47 KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44

2279227 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905886 BREAKER 
0402, 4.16 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 61 144 92

2279228 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905887 BREAKER 
0401, 4.16 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 201 172 284

2420403 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894130 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710830 STATION 
E 
SPENCER 
DIST, 
3631, 
44.000 
KV

42765194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R07
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2258248 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893706 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2258285 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893706 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2258436 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893706 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2260049 2406,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893709 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2260050 2405,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893708 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R16

2260104 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893707 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2260477 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893707 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R14
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2260516 2406,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893709 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2261277 2406,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893709 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2261304 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893707 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2261606 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893705 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261680 2405,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 576.0 
KVA

REGULATO
R

2893708 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2273599 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900819 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 698 792 635

2273753 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900967 BREAKER 
BK 1 12KV 
LT, 12.47 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 848 925 938
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2273810 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901022 BREAKER 
1203, 
12.47 KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 464 538 521

2273811 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901023 BREAKER 
1204, 
12.47 KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 266 329 368

2273926 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901128 BREAKER 
2405, 24.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 404 397 338

2273928 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901130 BREAKER 
2406, 24.0 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 295 394 295

2273991 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901189 BREAKER 
1202, 
12.47 KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 584 603 574

2420391 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893705 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2421460 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893705 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708694 STATION 
EASTFIEL
D RD 
RET, 
1796, 
100.000 
KV

42764224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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2255175 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858262 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2708051 STATION 
EASY ST 
RET, 
1729, 
44.0 KV

42763697 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2273193 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900428 BREAKER 
1201, 
12.47 KV

2708051 STATION 
EASY ST 
RET, 
1729, 
44.0 KV

42763697 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 215 155 212

2275974 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902899 BREAKER 
1202, 
12.47 KV

2708051 STATION 
EASY ST 
RET, 
1729, 
44.0 KV

42763697 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0 277 330 340

2278200 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904941 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708051 STATION 
EASY ST 
RET, 
1729, 
44.0 KV

42763697 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2213918 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892770 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 OFF

2258233 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893739 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L04

2258234 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894023 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L03
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2258236 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894022 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L05

2258247 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058790 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L01

2258441 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894022 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L03

2258457 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894023 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L02

2260760 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058790 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L04

2261283 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894023 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L02

2261319 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894022 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L04
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2261320 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893739 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L04

2261321 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893739 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 L05

2273800 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901012 BREAKER 
12AX, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0 0 0

2273812 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901024 BREAKER 
1205, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 82 70 68

2273813 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901025 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0 0 0

2273814 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901026 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 421 364 392

2275104 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902224 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0 465 404 386
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2275349 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902411 BREAKER 
1201, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 270 231 300

2277063 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903919 BREAKER 
100KV HT, 
100.0 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2277361 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904172 BREAKER 
1202, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 1 210 175 105

2280644 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907180 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 110 120 120

2428924 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3058790 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L04

2442001 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058789 BREAKER 
1207, 
12.47 KV

2708450 STATION 
ENOCHV
ILLE RET, 
1457, 
100.0 KV

42762854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 343 298 327

2257345 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894112 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L05

M-100 Sub 163 
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2257346 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894112 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257347 1204,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894112 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258474 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894111 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258486 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894111 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258487 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894111 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2259820 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893655 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2259829 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893655 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

M-100 Sub 163 
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2259830 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893655 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259833 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893654 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2260518 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893654 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2260811 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893654 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2261866 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893578 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261867 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893578 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261868 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893578 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04
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2273441 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900668 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0 0 0

2273443 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900670 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 361 449 437

2273582 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900803 BREAKER 
1205, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 187 185 173

2273802 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901014 BREAKER 
1208, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 258 286 307

2275117 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901013 BREAKER 
1207, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 153 207 168

2277928 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904701 BREAKER 
1204, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 215 140 123

2277929 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904702 BREAKER 
1203, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 203 231 259
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2280772 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907303 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 502 485 523

2280965 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907479 BREAKER 
100KV HT, 
100.0 KV

2709345 STATION 
FAITH 
RET, 
1539, 
100.0 KV

42764163 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2276009 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902933 BREAKER 
AMER CIR 
BRK 
ALBEMARL
E TAP, 
100.0 KV

2707948 STATION 
FIBER 
COMP 
ALBEMA
RLE TAP, 
1073, 
100.0 KV

42761797 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2215687 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2892640 CAPACITO
R BANK 
1A, 13.2 
KV, 4,200.0 
KVAR

2708061 STATION 
FREIGHT
LINER 
CORP 
CLEVELA
ND PL, 
1788, 
100.0 KV

42764523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215688 1B CAPACITO
R

2892989 CAPACITO
R BANK 1B, 
0.0 KV, 
4,200.0 
KVAR

2708061 STATION 
FREIGHT
LINER 
CORP 
CLEVELA
ND PL, 
1788, 
100.0 KV

42764523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2279352 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906005 BREAKER 
CBK 1A 
BRK, 13.2 
KV

2708061 STATION 
FREIGHT
LINER 
CORP 
CLEVELA
ND PL, 
1788, 
100.0 KV

42764523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14

2213851 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892178 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 OFF
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2213881 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892179 CAPACITO
R BANK 1B, 
12.47 KV, 
1,200.0 
KVAR

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 OFF

2259197 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893916 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L05

2259219 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893916 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R15

2260722 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893916 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R15 L08

2277853 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904626 BREAKER 
1201, 
12.47 KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 209 178 179

2280632 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907169 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0 0 0

2280679 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907212 BREAKER 
1202, 
12.47 KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 209 178 179
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2454613 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893910 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L06

2454614 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893910 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L16

2454615 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893910 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708162 STATION 
FURR RD 
RET, 
3744, 
44.000 
KV

42764019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L07

2451549 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3065544 BREAKER 
CBK 01, 
24.0 KV

3057124 STATION 
GILDAN 
YARNS 
LLC, 
5551, 
24.0 KV

42763379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42

2456665 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

3065666 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

3057124 STATION 
GILDAN 
YARNS 
LLC, 
5551, 
24.0 KV

42763379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 ON

2456666 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

3065669 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

3057124 STATION 
GILDAN 
YARNS 
LLC, 
5551, 
24.0 KV

42763379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 ON

2277027 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903883 BREAKER 
PLANTATI
ON PIPE 
SBURY 
PUMP TAP, 
100.0 KV

2707988 STATION 
GRANTS 
CREEK 
TAP, 
1368, 
100.0 KV

42761706 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0
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2215320 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892850 CAPACITO
R BANK 1B, 
0.6 KV, 
1,500.0 
KVAR

2710266 STATION 
HANESB
RANDS 
INC 
CHINA 
GROVE, 
3383, 
44.0 KV

42764099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215326 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892849 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2710266 STATION 
HANESB
RANDS 
INC 
CHINA 
GROVE, 
3383, 
44.0 KV

42764099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2273541 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900766 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2273612 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900832 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2273613 BREAKER,  
GAS, ,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900833 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2273614 BREAKER,  
GAS, ,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900834 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2273715 BREAKER,  
GAS, ,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900930 BREAKER 
HARRISBU
RG BL, 
230.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0
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2273716 BREAKER,  
GAS, ,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900931 BREAKER 
HARRISBU
RG WH, 
230.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2273717 BREAKER,  
GAS, ,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900932 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2273718 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900933 BREAKER 
MECKLENB
URG WH, 
230.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2273719 BREAKER,  
GAS, ,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900934 BREAKER 
MECKLENB
URG BL, 
230.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2273774 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900987 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2273775 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900988 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2273776 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900989 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0
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2273777 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900990 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2273778 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900991 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

2273782 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900995 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0

2274765 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901924 BREAKER 
49ER, 44.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2275256 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015431 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2278553 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905250 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2278708 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905399 BREAKER 
CLEAR 
CREEK WH, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0
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2278718 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905409 BREAKER N 
CHARLOTT
E WH, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2278719 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905410 BREAKER 
CRAB 
ORCHARD 
WH, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2278720 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905411 BREAKER 
CONCORD 
BL, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2278721 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905412 BREAKER 
CLEAR 
CREEK BL, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2278722 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905413 BREAKER N 
CHARLOTT
E BL, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2278723 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905414 BREAKER 
CRAB 
ORCHARD 
BL, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2278724 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905415 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0
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2278757 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905446 BREAKER 
CONCORD 
WH, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0

2279832 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906445 BREAKER 
230KV RED 
BUS JCT, 
230.000 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2463751 BREAKER, 
GAS, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907029 BREAKER 
CRAIGHEA
D BL, 230.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2463752 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906942 BREAKER 
CRAIGHEA
D WH, 
230.0 KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2463753 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906447 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2866263 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905447 BREAKER 
FERRELL 
BL, 100.0 
KV

2710094 STATION 
HARRISB
URG TIE, 
1099, 
230.0 KV

42762524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0
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2413775 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907591 BREAKER 
HIGH 
POINT BL, 
100.0 KV

2707961 STATION 
HIGH 
ROCK 
HYDRO, 
1155, 
100.0 KV

42761714 NORMAL 
STATION 
INSPECTIO
N - HIGH 
ROCK 
HYDRO

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2413776 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907595 BREAKER 
HIGH 
POINT WH, 
100.0 KV

2707961 STATION 
HIGH 
ROCK 
HYDRO, 
1155, 
100.0 KV

42761714 NORMAL 
STATION 
INSPECTIO
N - HIGH 
ROCK 
HYDRO

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2413775 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907591 BREAKER 
HIGH 
POINT BL, 
100.0 KV

2707961 STATION 
HIGH 
ROCK 
HYDRO, 
1155, 
100.0 KV

43130825 NORMAL 
STATION 
INSPECTIO
N - HIGH 
ROCK 
HYDRO

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2413776 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907595 BREAKER 
HIGH 
POINT WH, 
100.0 KV

2707961 STATION 
HIGH 
ROCK 
HYDRO, 
1155, 
100.0 KV

43130825 NORMAL 
STATION 
INSPECTIO
N - HIGH 
ROCK 
HYDRO

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021

2214156 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892884 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708181 STATION 
HITACHI 
METALS 
LTD, 
3925, 
69.0 KV

42762193 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 OFF

2215095 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892885 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708181 STATION 
HITACHI 
METALS 
LTD, 
3925, 
69.0 KV

42762193 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 OFF
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2277527 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904332 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708181 STATION 
HITACHI 
METALS 
LTD, 
3925, 
69.0 KV

42762193 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 0 0

2215886 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892181 CAPACITO
R BANK 1C, 
12.47 KV, 
4,200.0 
KVAR

2708183 STATION 
HUNTER
SVILLE 
CITY, 
3948, 
100.0 KV

42764577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 OFF

2215892 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892180 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708183 STATION 
HUNTER
SVILLE 
CITY, 
3948, 
100.0 KV

42764577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 OFF

2215893 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893007 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2708183 STATION 
HUNTER
SVILLE 
CITY, 
3948, 
100.0 KV

42764577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38

2273576 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900798 BREAKER 
CBK 1C 
BRK, 4.16 
KV

2708183 STATION 
HUNTER
SVILLE 
CITY, 
3948, 
100.0 KV

42764577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0 0 0

2273641 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900860 BREAKER 
CBK 
1A&1B 
BRK, 4.16 
KV

2708183 STATION 
HUNTER
SVILLE 
CITY, 
3948, 
100.0 KV

42764577 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 343 343 343

2215816 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892176 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708184 STATION 
INGERSO
LL T&D, 
3968, 
44.0 KV

42764847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF
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2215820 1B CAPACITO
R

2892177 CAPACITO
R BANK 1B, 
0.0 KV, 
3,000.0 
KVAR

2708184 STATION 
INGERSO
LL T&D, 
3968, 
44.0 KV

42764847 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF

2213836 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892887 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2707951 STATION 
JST 
AMERIC
A INC, 
1080, 
100.0 KV

42762184 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2213837 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892888 CAPACITO
R BANK 1B, 
13.0 KV, 
2,700.0 
KVAR

2707951 STATION 
JST 
AMERIC
A INC, 
1080, 
100.0 KV

42762184 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2280596 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907137 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

2707951 STATION 
JST 
AMERIC
A INC, 
1080, 
100.0 KV

42762184 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63

20231726 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

41317034 BREAKER 
12AX, 
12.470 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0 0 0

20566178 1206, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893945 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

20566180 1206, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893945 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13
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20566181 1206, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2893945 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R13

20566182 1204, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

3055366 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

20566183 1204, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

3055366 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

20566184 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

3055366 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

20566290 12AX, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181012 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20566291 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181012 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20566292 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181012 REGULATO
R BANK 
12AX, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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20566293 1207, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181018 REGULATO
R BANK 
1207, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

20566294 1207, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181018 REGULATO
R BANK 
1207, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

20566295 1207, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181018 REGULATO
R BANK 
1207, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13

20566296 1208, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181058 REGULATO
R BANK 
1208, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R12

20566297 1208, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181058 REGULATO
R BANK 
1208, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13

20566298 1208, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42181058 REGULATO
R BANK 
1208, 
UNITS - 0, 
6.900 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R12

2439090 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3055306 BREAKER 
1204, 
12.47 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 106 49 125
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2873446 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41317036 BREAKER 
1208, 
12.470 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 531 529 524

2873447 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41317035 BREAKER 
1207, 
12.470 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 330 358 309

2873448 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902446 BREAKER 
1206, 13.0 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 233 187 180

2873450 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42607814 BREAKER 
BUS 2&3 
TIE, 12.470 
KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0

2873451 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41317029 BREAKER 
BK 2 
12.5KV LT, 
12.470 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 107 49 125

2873452 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41317030 BREAKER 
BK 3 
12.5KV LT, 
12.470 KV

2708060 STATION 
JULIAN 
RD RET, 
1775, 
100.0 KV

42763012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 1033 1014 973
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2215154 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892789 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708195 STATION 
LANDIS 
CITY DEL 
1&2, 
4086, 
44.0 KV

42763023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 OFF

2215155 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892790 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2708195 STATION 
LANDIS 
CITY DEL 
1&2, 
4086, 
44.0 KV

42763023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2274486 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901661 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708195 STATION 
LANDIS 
CITY DEL 
1&2, 
4086, 
44.0 KV

42763023 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 0 0

2275375 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027132 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 938 891 923

2275448 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027133 BREAKER 
1201, 
12.47 KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 381 364 413

2275449 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027166 BREAKER 
1202, 
12.47 KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 584 538 526

2275450 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027165 BREAKER 
1203, 
12.47 KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 0 0
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2395368 1200,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
667.0 KVA

REGULATO
R

3027251 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2395369 1200,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
667.0 KVA

REGULATO
R

3027251 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2395370 1200,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
667.0 KVA

REGULATO
R

3027251 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2709483 STATION 
LANGTR
EE RET, 
2010, 
100.000 
KV

42764370 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20307840 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41568487 BREAKER 
UNION 
EMC DEL 
14 CB, 
100.000 KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2213844 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891465 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 OFF

2259374 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894125 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R11

2259401 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893827 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R16
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2259402 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894126 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R12

2259593 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894125 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R13

2259594 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893827 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R16

2259595 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894126 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

2260614 1207, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893827 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 R03

2274443 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901619 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 813 793 864

2274714 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901878 BREAKER 
1207, 
12.47 KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 297 353 324
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2274723 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901886 BREAKER 
1205, 
12.47 KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 297 243 258

2274725 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901888 BREAKER 
1206, 
12.47 KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0 246 333 303

2280646 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907182 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 0 0 0

2428902 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894125 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R12

2442749 1206,REGU
LATOR 
3PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894126 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708783 STATION 
LOCUST 
RET, 
1423, 
100.0 KV

42763431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R16

20505601 1209, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7.2 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42080857 REGULATO
R BANK 
1209, 
12.470 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08
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20505603 1209, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7.2 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42080857 REGULATO
R BANK 
1209, 
12.470 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

20505604 1209, 
REGULATO
R 1PH, 
PHASE Z, 
12.470 KV, 
7.2 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42080857 REGULATO
R BANK 
1209, 
12.470 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R06

20506472 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  KV,  
2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2905243 BREAKER 
100KV HT, 
100.0 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

20506473 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42082536 BREAKER 
BK 1 & 2 
BUS TIE, 
15.500 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30

20506474 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42082537 BREAKER 
1209, 
15.500 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 226 232 221

2214586 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891473 CAPACITO
R BANK 
1A, 12.47 
KV, 2,700.0 
KVAR

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 OFF

2257998 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045425 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA
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2258287 12AX,REG
ULATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045426 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2258755 12AX,REG
ULATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045426 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261275 12AX,REG
ULATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045426 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261556 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045425 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2261664 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894138 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2261665 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894138 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R04

2261666 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894138 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05
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2261667 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894136 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2261668 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894136 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R03

2261669 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894136 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 Neutral

2261670 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894139 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R07

2261671 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894139 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R07

2261672 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894139 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R07

2262096 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894138 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

M-100 Sub 163 
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2274262 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901450 BREAKER 
12AX, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2274444 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901620 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04

2277407 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904214 BREAKER 
1208, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 271 312 357

2280071 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906662 BREAKER 
1203, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 4 216 207 210

2280161 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906741 BREAKER 
1204, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 245 259 285

2280613 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907152 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

2280619 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907158 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

M-100 Sub 163 
PSDR2-2



2411707 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045422 BREAKER 
1207, 
12.47 KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 156 188 183

2420382 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3045425 REGULATO
R 
1207,PHAS
E 1.0, 6.9 
KV

2707984 STATION 
LONG 
FERRY 
RET, 
1346, 
100.0 KV

42764175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2256558 1212,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894097 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L07

2256560 1212,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894097 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L09

2257311 1210,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894095 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L07

2257317 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894095 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L08

2257552 1210,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894095 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L08

M-100 Sub 163 
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2257803 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894096 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L09

2260101 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894096 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L06

2261330 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894096 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L08

2276906 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903767 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2279043 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905716 BREAKER 
1211, 
12.47 KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 223 214 244

2279047 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905720 BREAKER 
1212, 
12.47 KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 144 135 134

2280945 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907465 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 799 800 815

M-100 Sub 163 
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2281048 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907554 BREAKER 
1210, 
12.47 KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 248 248 256

2485855 1212,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894097 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2708032 STATION 
MAJOLIC
A RD 
RET, 
1655, 
100.0 KV

42764011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L08

2259079 12B1,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 996.0 
KVA

REGULATO
R

2893899 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2259080 12B1,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,200.0 
KV, 996.0 
KVA

REGULATO
R

2893899 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2259100 12B1,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 996.0 
KVA

REGULATO
R

2893899 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L05

2274854 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902009 BREAKER 
1201, 
12.47 KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 270 268 270

2274856 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902011 BREAKER 
1202, 
12.47 KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 183 173 243

M-100 Sub 163 
PSDR2-2



2274867 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902022 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 627 602 713

2274936 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902085 BREAKER 
1203, 
12.47 KV

2710882 STATION 
MANCHE
STER 
RET, 
2595, 
100.0 KV

42762810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 186 178 206

2256549 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893470 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711142 STATION 
MCGUIR
E RET, 
4257, 
44.0 KV

42762812 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R10 L03

2259221 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893470 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711142 STATION 
MCGUIR
E RET, 
4257, 
44.0 KV

42762812 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R03 L03

2259223 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893470 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711142 STATION 
MCGUIR
E RET, 
4257, 
44.0 KV

42762812 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2275537 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902484 BREAKER 
1202, 
12.47 KV

2711142 STATION 
MCGUIR
E RET, 
4257, 
44.0 KV

42762812 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 294 319 291

2275744 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902678 BREAKER 
1204, 
12.47 KV

2711142 STATION 
MCGUIR
E RET, 
4257, 
44.0 KV

42762812 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 100 96 100

M-100 Sub 163 
PSDR2-2



2279565 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906204 BREAKER 
PCB 10, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 505 0

2279605 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906242 BREAKER 
PCB 13, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 476 0

2279651 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906279 BREAKER 
PCB 4, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 601 0

2279883 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906494 BREAKER 
PCB 52, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 0

2279884 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906495 BREAKER 
PCB 51, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 037 0

2279885 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906496 BREAKER 
PCB 54, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 152 0

M-100 Sub 163 
PSDR2-2



2279886 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906497 BREAKER 
PCB 56, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 241 0

2279890 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906501 BREAKER 
PCB 55, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2279897 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906508 BREAKER 
PCB 60, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2279899 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906510 BREAKER 
PCB 3, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 644 0

2279911 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

3016087 BREAKER 
PCB 22, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 603 0

2280130 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906714 BREAKER 
PCB 59, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0
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2280131 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906715 BREAKER 
PCB 57, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2280137 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906721 BREAKER 
PCB 61, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2280139 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906723 BREAKER 
PCB 11, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 800 0

2280148 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906731 BREAKER 
PCB 30, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 467 0

2280149 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906732 BREAKER 
PCB 21, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 515 0

2280268 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906841 BREAKER 
PCB 62, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 274 0
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2280269 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906842 BREAKER 
PCB 9, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 706 0

2280277 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906850 BREAKER 
PCB 24, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 475 0

2280381 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906945 BREAKER 
PCB 58, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 286 0

2280382 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906946 BREAKER 
PCB 1, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 125 0

2280388 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906952 BREAKER 
PCB 16, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 482 0

2280474 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907031 BREAKER 
PCB 12, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 525 0
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2280480 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907037 BREAKER 
PCB 19, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 524 0

2280550 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907097 BREAKER 
PCB 8, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 894 0

2280554 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907101 BREAKER 
PCB 7, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 533 0

2280880 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907405 BREAKER 
PCB 14, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 788 0

2280885 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907410 BREAKER 
PCB 18, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 557 0

2280937 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907457 BREAKER 
PCB 17, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 732 0
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2280942 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907462 BREAKER 
PCB 6, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 533 0

2281003 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907515 BREAKER 
PCB 20, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 881 0

2281006 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907518 BREAKER 
PCB 15, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

42761666 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 482 0

2279565 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906204 BREAKER 
PCB 10, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 505 0

2279605 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906242 BREAKER 
PCB 13, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 476 0

2279651 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906279 BREAKER 
PCB 4, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 601 0
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2279883 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906494 BREAKER 
PCB 52, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 149 0

2279884 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906495 BREAKER 
PCB 51, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 37 0

2279885 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906496 BREAKER 
PCB 54, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 152 0

2279886 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906497 BREAKER 
PCB 56, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 241 0

2279890 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906501 BREAKER 
PCB 55, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 71 0

2279897 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906508 BREAKER 
PCB 60, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 57 0
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2279899 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906510 BREAKER 
PCB 3, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 644 0

2279911 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

3016087 BREAKER 
PCB 22, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 603 0

2280130 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906714 BREAKER 
PCB 59, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 217 0

2280131 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906715 BREAKER 
PCB 57, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 65 0

2280137 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906721 BREAKER 
PCB 61, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 42 0

2280139 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906723 BREAKER 
PCB 11, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 800 0
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2280148 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906731 BREAKER 
PCB 30, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 467 0

2280149 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906732 BREAKER 
PCB 21, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 515 0

2280268 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906841 BREAKER 
PCB 62, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 274 0

2280269 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906842 BREAKER 
PCB 9, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 706 0

2280277 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906850 BREAKER 
PCB 24, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 475 0

2280381 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906945 BREAKER 
PCB 58, 
525.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 287 0
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2280382 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906946 BREAKER 
PCB 1, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 125 0

2280388 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906952 BREAKER 
PCB 16, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 482 0

2280474 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907031 BREAKER 
PCB 12, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 525 0

2280480 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907037 BREAKER 
PCB 19, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 524 0

2280550 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907097 BREAKER 
PCB 8, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 894 0

2280554 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907101 BREAKER 
PCB 7, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 833 0
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2280880 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907405 BREAKER 
PCB 14, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 733 0

2280885 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907410 BREAKER 
PCB 18, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 557 0

2280937 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907457 BREAKER 
PCB 17, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 733 0

2280942 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907462 BREAKER 
PCB 6, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 533 0

2281003 BREAKER 
GAS, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
90.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907515 BREAKER 
PCB 20, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 882 0

2281006 BREAKER, 
GAS, 230 
KV, 242 
KV, 3000 
AMPS, 90 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907518 BREAKER 
PCB 15, 
230.0 KV

2711196 STATION 
MCGUIR
E 
SWITCHI
NG STA, 
4259, 
525.0 KV

43130830 NORMAL 
STATION 
INSPECTIO
N - 
MCGUIRE 
SW STA

CLOSE TD-NC-SC DEC CWS40 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 482 0
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2213968 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2891466 CAPACITO
R BANK 
1A, 2.4 KV, 
1,500.0 
KVAR

2708047 STATION 
MERIDIA
N BRICK 
INC 
SALISBU
RY, 1714, 
44.000 
KV

42762092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 594 ON

2214043 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2891467 CAPACITO
R BANK 1B, 
2.4 KV, 
1,500.0 
KVAR

2708047 STATION 
MERIDIA
N BRICK 
INC 
SALISBU
RY, 1714, 
44.000 
KV

42762092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

20598753 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 2,000.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2906084 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 873 904 843

2255047 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860456 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R06

2255117 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860877 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L10

2255253 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861080 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 L12

2272803 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900058 BREAKER 
2407, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 84 87 90
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2273254 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900489 BREAKER 
2413, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 355 366 389

2273283 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900518 BREAKER 
2414, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 214 251 164

2273491 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900716 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2273498 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900723 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 954 989 920

2277080 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903936 BREAKER 
100KV HT, 
100.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2279076 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905745 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 165 165 202
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2279077 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905746 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0 0 0

2279101 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905768 BREAKER 
24AX, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 0 0

2279120 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905785 BREAKER 
2409, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 53 54 53

2279121 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905786 BREAKER 
2416, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 309 309 294

2279218 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905878 BREAKER 
2404, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 137 138 139

2279234 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905893 BREAKER 
2403, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 111 112 166

2279236 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905895 BREAKER 
2408, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 14 13 12
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2279237 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905896 BREAKER 
2410, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 228 231 230

2279337 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905991 BREAKER 
2415, 24.0 
KV

2708039 STATION 
MINE 
SHAFT 
RET, 
1677, 
100.0 KV

42763015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 147 116 113

20292871 0403, 
REGULATO
R 1PH, 
PHASE Y, 
2,400.0 KV

REGULATO
R

2894013 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R13

20292873 0403, 
REGULATO
R 1PH, 
PHASE X, 
2,400.0 KV

REGULATO
R

2894013 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R11

2258913 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894017 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R12

2258943 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894009 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R13

2258944 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894009 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R13
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2258945 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894009 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R13

2258971 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894011 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R11

2258973 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894011 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R12

2258974 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894011 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R13

2275681 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902617 BREAKER 
0404, 4.16 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0 8 6 7

2279276 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905935 BREAKER 
0402, 4.16 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 61 66 68

2279277 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905936 BREAKER 
0403, 4.16 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 10 6 10
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2279278 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905937 BREAKER 
0401, 4.16 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 8 10 9.5

2413580 0404,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894017 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11

2416254 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894017 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R11

2416255 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894013 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2709272 STATION 
MOORES
VILLE 
RET, 
4324, 
44.0 KV

42763913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R11

2214121 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892360 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 OFF

2214281 05 CAPACITO
R

2893053 CAPACITO
R BANK 05, 
0.0 KV, 
43,200.0 
KVAR

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 ON

2215134 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892359 CAPACITO
R BANK 01, 
44.0 KV, 
10,800.0 
KVAR

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 OFF
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2215328 06,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893427 CAPACITO
R BANK 06, 
100.0 KV, 
52,800.0 
KVAR

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 ON

2273071 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900309 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2274194 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901386 BREAKER 
MT 
MOURNE, 
44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2274195 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901387 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 1

2276582 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903466 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2276643 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903522 BREAKER 
CODDLE 
CREEK, 
44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2276760 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903634 BREAKER 
PENINSUL
A, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0
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2276761 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903635 BREAKER 
TROUTMA
N, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2279810 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906423 BREAKER 
TIMBER 
WH, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2280040 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906631 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

2280101 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906688 BREAKER 
DUNBAR 
BL, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2280251 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906824 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2280364 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906928 BREAKER 
DUNBAR 
WH, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2280460 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907017 BREAKER 
TIMBER BL, 
100.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0
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2280542 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907089 BREAKER 
SHERRILL 
WH, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2280680 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907213 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2280719 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907250 BREAKER 
SHERRILL 
BL, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2427559 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906338 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2433457 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903756 BREAKER 
BK 3&4 
100KV HT, 
100.0 KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

2433458 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903732 BREAKER 
CBK 5&6 
BRK, 100.0 
KV

2707975 STATION 
MOORES
VILLE 
TIE, 
1287, 
100.0 KV

42764133 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2215393 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891469 CAPACITO
R BANK 
2A, 4.16 
KV, 1,800.0 
KVAR

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 OFF
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2256569 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894128 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2257951 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893822 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2258408 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893822 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2260472 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893822 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

2261912 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894129 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2262002 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894129 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2262003 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894129 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02
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2274503 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901677 BREAKER 
1202, 
12.47 KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 386 203 239

2279033 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905706 BREAKER 
0401, 4.16 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 232 231 328

2280302 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906870 BREAKER 
1201, 
12.47 KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0 303 399 345

2413704 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894128 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2421461 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894128 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708230 STATION 
MT 
PLEASAN
T RET, 
4340, 
44.0 KV

42763836 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2259940 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894039 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L07

2260528 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894040 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L08
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2260529 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894040 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L07

2260530 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894040 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L10

2273688 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900905 BREAKER 
0403, 4.16 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 0 148 158 200

2273875 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901083 BREAKER 
0404, 4.16 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 180 200 205

2452385 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894039 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L06

2848902 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894039 REGULATO
R 
0403,PHAS
E 1.0, 2.4 
KV

2708232 STATION 
N 
KANNAP
OLIS 
RET, 
4357, 
44.0 KV

42762922 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L09

20559044 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42168864 BREAKER 
2410, 
24.000 KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0
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2255264 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861097 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2255312 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2860904 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2273261 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900496 BREAKER 
2406, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 407 302 418

2273284 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900519 BREAKER 
2412, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 279 272 255

2273286 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900521 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 404 377 363

2273505 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900730 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0 0 0

2273506 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900731 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 752 563 665
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2273507 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
38 KV,  
2000 
AMPS,  25 
KA,  3.5 
CYCLES

CIRCUIT 
BREAKER

2900732 BREAKER 
2411, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 282 220 213

2277436 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904243 BREAKER 
2407, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 237 218 190

2279239 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905898 BREAKER 
2408, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0 0 0

2279240 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905899 BREAKER 
2405, 24.0 
KV

2708049 STATION 
NEWELL 
RET, 
1726, 
100.0 KV

42764278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 359 231 285

2281038 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907545 BREAKER 
NORANDA
L USA INC 
SALISBURY 
TAP, 100.0 
KV

2707946 STATION 
NORAND
AL USA 
INC 
SALISBU
RY TAP, 
1060, 
100.0 KV

42765311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0

2257414 1206,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893913 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R01
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2258214 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893912 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2259230 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893901 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2259233 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893901 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259258 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893901 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R01

2259326 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893900 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2259405 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893900 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2260009 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2893912 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L02
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2260487 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893900 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R01

2260727 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893913 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2261199 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893912 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261723 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893913 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L02

2274859 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902014 BREAKER 
1207, 
12.47 KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 114 92 114

2274860 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902015 BREAKER 
1208, 
12.47 KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 297 328 375

2274869 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902024 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 658 692 750
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2275002 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902144 BREAKER 
1206, 13.0 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 131 78 132

2275053 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902188 BREAKER 
1205, 13.0 
KV

2709177 STATION 
NORTH 
DENVER 
RET, 
2182, 
100.0 KV

42763905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 140 211 150

2258961 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894216 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2260615 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894216 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2260618 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894216 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2275524 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902471 BREAKER 
0401, 4.16 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 135 105 150

2277232 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904054 BREAKER 
0402, 4.16 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0 125 165 143
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2416272 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894217 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2416273 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894217 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2416274 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894217 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709271 STATION 
NORWO
OD RET, 
4409, 
24.0 KV

42762916 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

20308669 1208, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894135 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20432288 1208, 
REGULATO
R 1PH, 
PHASE X, 
7,200.0 KV

REGULATO
R

2894135 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2255371 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894132 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2255390 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894134 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

M-100 Sub 163 
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2274028 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901226 BREAKER 
1207, 
12.47 KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 6 174 175 154

2274042 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901240 BREAKER 
1208, 
12.47 KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 1 179 192 221

2276376 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903276 BREAKER 
100KV HT, 
100.0 KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2277386 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904194 BREAKER 
12AX, 
12.47 KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

2277589 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904382 BREAKER 
1206, 
12.47 KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 100 93 82

2829487 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894135 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2707940 STATION 
OAKBOR
O RET, 
1022, 
100.0 KV

42764556 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

20446270 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 3,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

41928254 BREAKER 
BK 4 230KV 
HT, 
230.000 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

M-100 Sub 163 
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20446272 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

41928168 BREAKER 
BK 4 100KV 
LT RED, 
100.000 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

20446274 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS, 
63.0 KA

CIRCUIT 
BREAKER

41928212 BREAKER 
BK 4 100KV 
LT YEL, 
100.000 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

20594367 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906920 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2215271 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893343 CAPACITO
R BANK 02, 
100.0 KV, 
86,400.0 
KVAR

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 804 OFF

2215272 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893342 CAPACITO
R BANK 01, 
100.0 KV, 
86,400.0 
KVAR

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 714 ON

2273386 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900615 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2273527 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900752 BREAKER 
LOCUST 
BL, 100.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0
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2273533 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900758 BREAKER 
LOCUST 
WH, 100.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2274482 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901657 BREAKER 
LILESVILLE 
WH, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 1

2276649 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903528 BREAKER 
OAKBORO 
WH, 100.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

2276657 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903536 BREAKER 
OAKBORO 
BL, 100.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2276667 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903546 BREAKER 
ROCKY 
RIVER WH, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2276679 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903557 BREAKER 
ROCKY 
RIVER BL, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2276690 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903568 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0
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2276700 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903577 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2276746 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903620 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0

2276747 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903621 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2277109 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903961 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2277110 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903962 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2279558 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906198 BREAKER 
HARRISBU
RG BL, 
230.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2280244 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906818 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

M-100 Sub 163 
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2280357 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906922 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2280712 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907243 BREAKER 
GOOSE 
CREEK BL, 
230.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2280720 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907251 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2280929 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907449 BREAKER 
LILESVILLE 
BL, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 1

2280995 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907507 BREAKER 
HARRISBU
RG WH, 
230.0 KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2416308 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906667 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2417043 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2907218 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2707983 STATION 
OAKBOR
O TIE, 
1324, 
230.0 KV

42761943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0
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2214466 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892793 CAPACITO
R BANK 1B, 
4.16 KV, 
3,000.0 
KVAR

2710135 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
23, 3572, 
44.0 KV

42762174 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 OFF

2214904 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892792 CAPACITO
R BANK 
1A, 4.16 
KV, 3,000.0 
KVAR

2710135 STATION 
PARKDA
LE 
AMERIC
A LLC PL 
23, 3572, 
44.0 KV

42762174 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 OFF

2414576 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2893047 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708242 STATION 
PARKDA
LE M PL 
11, 4472, 
44.0 KV

42762082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 ON

2417581 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892891 CAPACITO
R BANK 1B, 
0.6 KV, 
1,200.0 
KVAR

2708242 STATION 
PARKDA
LE M PL 
11, 4472, 
44.0 KV

42762082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF

2214378 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892841 CAPACITO
R BANK 
1A, 13.0 
KV, 4,800.0 
KVAR

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214383 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892842 CAPACITO
R BANK 1B, 
13.0 KV, 
4,800.0 
KVAR

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215200 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892843 CAPACITO
R BANK 
3A, 13.0 
KV, 3,600.0 
KVAR

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2215201 3B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892844 CAPACITO
R BANK 3B, 
13.0 KV, 
3,600.0 
KVAR

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2274122 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901316 BREAKER 
CBK 
3A&3B 
BRK, 13.0 
KV

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2274165 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901358 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0

2274563 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901735 BREAKER 
HOECHST 
CELANESE 
WH TAP, 
100.0 KV

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2281067 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907572 BREAKER 
HOECHST 
CELANESE 
BL TAP, 
100.0 KV

2708788 STATION 
PERFOR
MANCE 
FIBERS 
INC, 
1077, 
100.0 KV

42763382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2214314 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891962 CAPACITO
R BANK 
1A, 4.160 
KV, 2,700.0 
KVAR

2708249 STATION 
PIEDMO
NT 
NATURA
L GAS, 
4529, 
44.0 KV

42762176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 OFF

2214434 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891963 CAPACITO
R BANK 1B, 
4.160 KV, 
2,700.0 
KVAR

2708249 STATION 
PIEDMO
NT 
NATURA
L GAS, 
4529, 
44.0 KV

42762176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37
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2430310 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907155 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708249 STATION 
PIEDMO
NT 
NATURA
L GAS, 
4529, 
44.0 KV

42762176 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

20537259 1201, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893798 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R12

20537261 1201, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893798 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

20537644 1201, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893798 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

20537845 1204, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893799 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

20537846 1204, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893799 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

20537890 1204, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893799 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20537928 1202, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893894 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10
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20605354 BREAKER,  
VAC,  ABC 
PH,  13 KV,  
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42261930 BREAKER 
1203, 
13.000 KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 176 165 199

2215473 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893359 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 937 OFF

2259127 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893894 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259128 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893894 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R10

2274391 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901570 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 944 831 918

2274405 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901584 BREAKER 
1204, 
12.47 KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 230 254 227

2274406 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901585 BREAKER 
1201, 
12.47 KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 274 133 244
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2274489 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901664 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 200 202 201

2274932 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902081 BREAKER 
1202, 13.0 
KV

2708728 STATION 
PITTS 
SCHOOL 
RET, 
4547, 
100.0 KV

42765080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 320 332 306

2275966 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902891 BREAKER 
IREDELL 
BL, 100.0 
KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2279843 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906456 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2279971 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906574 BREAKER 
BARBER 
BL, 100.0 
KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2279975 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906578 BREAKER 
BARBER 
WH, 100.0 
KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2280453 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907010 BREAKER 
GRANTS 
CREEK WH, 
100.0 KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0
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2280533 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907080 BREAKER 
IREDELL 
WH, 100.0 
KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2460315 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903049 BREAKER 
GRANTS 
CREEK BL, 
100.0 KV

2709218 STATION 
POPLAR 
SWITCHI
NG STA, 
1076, 
100.0 KV

42764435 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

20342035 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

41645394 BREAKER 
1207, 
12.470 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0 0 0

20342063 1207, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41645430 REGULATO
R BANK 
1207, 
69.000 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20342067 1207, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41645430 REGULATO
R BANK 
1207, 
69.000 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20342070 1207, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41645430 REGULATO
R BANK 
1207, 
69.000 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257483 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894019 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07
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2257492 1204,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894019 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2257549 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894019 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2258688 1206,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3063148 REGULATO
R 
1206,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R16

2259134 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893917 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2259165 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893917 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2259167 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893917 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2260216 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3063148 REGULATO
R 
1206,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2260360 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

3063148 REGULATO
R 
1206,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260485 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893695 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2260490 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893695 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2260491 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893695 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2261034 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894018 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2261035 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894018 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R15

2261036 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894018 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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2273084 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900322 BREAKER 
1203, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 255 419 270

2273085 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900323 BREAKER 
1204, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 303 209 273

2273351 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900581 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 1090 1155 1040

2273809 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901021 BREAKER 
1202, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 256 230 216

2275137 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902242 BREAKER 
1201, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 346 324 327

2277999 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904764 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2420100 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063150 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 512 559 497
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2420101 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061418 BREAKER 
12KV 1&2 
BUS TIE, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0 0 0

2420379 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063149 REGULATO
R 
12AX,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2447385 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061419 BREAKER 
12.5KV 
AUX, 12.47 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 374 351 371

2447386 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063108 BREAKER 
1206, 
12.47 KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 287 300 289

2448215 STOCK 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063149 REGULATO
R 
12AX,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2448218 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063149 REGULATO
R 
12AX,PHAS
E 0.0, 7.0 
KV

2708030 STATION 
POPLAR 
TENT 
RET, 
1634, 
100.0 KV

42764352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

20434188 BREAKER 
VAC, ABC 
PH, 24.940 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

41882673 BREAKER 
2408, 
24.000 KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 142 138 142

M-100 Sub 163 
PSDR2-2



2256782 2406,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894165 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2256784 2406,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894165 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R09

2258947 2405,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894164 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R02

2258948 REGULATO
R 1PH, 
PHASE Y, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894164 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2259921 REGULATO
R 1PH, 
PHASE Z, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894164 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2275175 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902276 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 459 465 475

2275246 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902335 BREAKER 
2405, 24.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 1 602 565 575

M-100 Sub 163 
PSDR2-2



2275248 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
600 AMPS, 
11 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902337 BREAKER 
2406, 24.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 552 509 518

2277062 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903918 BREAKER 
100KV HT, 
100.0 KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2829344 2406,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894165 REGULATO
R 
2406,PHAS
E 0.0, 13.0 
KV

2708001 STATION 
RICHFIEL
D RET, 
1455, 
100.0 KV

42765003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11

2258707 1202, 
REGULATO
R 1PH, 
PHASE X, 
333.0 KVA

REGULATO
R

2894048 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258708 1202,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2894048 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2258983 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894050 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2259111 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894050 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

M-100 Sub 163 
PSDR2-2



2259152 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894050 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R07

2261416 1202,REGU
LATOR 
1PH,PHASE 
Z, 333.0 
KVA

REGULATO
R

2894048 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2276477 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903366 BREAKER 
BK 1A&1B 
44KV HT, 
44.0 KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2279104 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905770 BREAKER 
1203, 
12.47 KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 457 458 412

2279148 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905811 BREAKER 
1204, 
12.47 KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 236 134 229

2279235 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905894 BREAKER 
1202, 
12.47 KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 238 329 294

2383460 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894049 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

M-100 Sub 163 
PSDR2-2



2383464 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894049 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R03

2383466 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894049 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708258 STATION 
ROBERT
A RD 
RET, 
4639, 
44.0 KV

42763286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2257374 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894141 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2257551 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894141 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257929 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894143 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258176 1201, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894141 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2258391 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894142 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

M-100 Sub 163 
PSDR2-2



2258615 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893659 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258616 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893659 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258623 1213,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893661 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2258624 1213,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893661 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2258625 1213,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893661 REGULATO
R 
1213,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260514 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894143 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2260515 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894143 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

M-100 Sub 163 
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2260704 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893660 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2260754 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894142 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2260779 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893660 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2260800 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893660 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2260801 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893659 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2260809 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894142 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2273447 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900672 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 789 730 753
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2273450 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900675 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 593 568 634

2273452 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900677 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88

2273804 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901016 BREAKER 
1212, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 274 240 275

2273805 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901017 BREAKER 
1211, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 285 248 264

2273806 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901018 BREAKER 
1213, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 48 91 113

2274079 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901275 BREAKER 
1201, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 281 290 307

2274558 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901730 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0
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2277446 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904253 BREAKER 
1202, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 513 441 445

2278101 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904848 BREAKER 
1203, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 9 12 14

2278105 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904850 BREAKER 
12AX, 
12.47 KV

2707965 STATION 
ROCKWE
LL RET, 
1190, 
100.0 KV

42763964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0 0 0 0

2258253 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894105 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2260025 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894106 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260026 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894106 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2260293 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894105 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01
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2260294 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894105 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

2260348 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894106 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2280724 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907255 BREAKER 
0402, 4.16 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 110 137 125

2280744 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907275 BREAKER 
0401, 4.16 
KV

2708271 STATION 
S END 
RET, 
4687, 
44.0 KV

42765116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0 242 207 221

20009063 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894117 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

20009065 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894117 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

20016378 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894121 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral
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20152332 0405, 
REGULATO
R 1PH, 
PHASE Y, 
2,400.0 KV

REGULATO
R

2894121 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

20433533 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2904612 BREAKER 
12AX, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 0 0

20433539 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2904604 BREAKER 
1207, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 331 327 274

20433541 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2904616 BREAKER 
1208, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 203 221 190

2214526 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892903 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214795 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892905 CAPACITO
R BANK 
2A, 12.47 
KV, 4,200.0 
KVAR

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255337 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859688 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2255339 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859689 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R10
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2256855 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894118 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2256856 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894120 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2256860 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894120 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R01

2257015 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894116 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2257016 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894118 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2257020 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894120 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2257042 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894118 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2257048 0405,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894121 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2257049 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894116 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2257349 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894116 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2273496 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900721 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2273497 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900722 BREAKER 
BK 7 100KV 
HT, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

2273509 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900734 BREAKER 
BK 4&5&6 
100KV HT, 
100.0 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2273510 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900735 BREAKER 
COLLINS 
BL, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 1
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2273511 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900736 BREAKER 
COLLINS 
WH, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2273514 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900739 BREAKER 
SALISBURY 
BL, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0

2273516 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900741 BREAKER 
SALISBURY 
WH, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2273520 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900745 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2273830 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901042 BREAKER 
1206, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 210 206 212

2274110 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901304 BREAKER 
1205, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 1 62 58 62

2275875 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902803 BREAKER 
1204, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 58 63 62
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2275876 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902804 BREAKER 
1203, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0 142 156 150

2276584 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903468 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2276585 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903469 BREAKER 
ROWAN 
NO 2, 44.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0

2276604 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903488 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2278838 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905518 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2278842 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905522 BREAKER 
ROWAN 
NO 1, 44.0 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2279000 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905675 BREAKER 
04AX, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0 0 0
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2279001 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905676 BREAKER 
0401, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 166 177 163

2279002 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905677 BREAKER 
0402, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 168 110 150

2279003 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905678 BREAKER 
0403, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 60 39 49

2279004 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905679 BREAKER 
0404, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 273 319 290

2279005 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905680 BREAKER 
0405, 4.16 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 143 166 138

2279286 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905945 BREAKER 
1209, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 340 323 317

2280572 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907117 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57
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2280670 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907206 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27

2280728 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907259 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51

2280730 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907261 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40

2280731 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907262 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25

2416264 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894117 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2707967 STATION 
SALISBU
RY MN, 
1208, 
100.0 KV

42765079 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2215461 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893385 CAPACITO
R BANK 
1A, 13.0 
KV, 6,300.0 
KVAR

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 721 OFF

2215477 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893386 CAPACITO
R BANK 1B, 
13.0 KV, 
6,300.0 
KVAR

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 OFF
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2259087 2412,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893898 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R11

2259088 2411,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893897 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2259105 2411,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893897 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R13

2259106 2412,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893898 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R10

2259107 2412,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893898 REGULATO
R 
2412,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R12

2259120 2411,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893897 REGULATO
R 
2411,PHAS
E 0.0, 13.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R11

2259676 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893539 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R12
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2261702 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893539 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2261769 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894024 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261770 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894024 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2261771 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894024 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2261772 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894025 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261773 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894025 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261774 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894025 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

M-100 Sub 163 
PSDR2-2



2273212 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900447 BREAKER 
1204, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 519 423 515

2273213 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900448 BREAKER 
1202, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 433 428 434

2273214 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900449 BREAKER 
1203, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 276 288 212

2273215 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900450 BREAKER 
1201, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 206 218 227

2273350 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900580 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 859 778 808

2273946 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901147 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 740 705 750

2274881 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902036 BREAKER 
2412, 24.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 386 360 360
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2274882 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902037 BREAKER 
2411, 24.0 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 356 346 392

2411690 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3050836 BREAKER 
1205, 
12.47 KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 404 423 329

2415754 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3050861 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2415852 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3050861 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R06

2415856 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3050861 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R08

2446738 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
667.0 KVA

REGULATO
R

2893494 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L02

2449129 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
667.0 KVA

REGULATO
R

2893494 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L01
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2463930 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
667.0 KVA

REGULATO
R

2893494 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L02

2873250 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893539 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708784 STATION 
SPEEDW
AY RET, 
3881, 
100.0 KV

42763610 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R08

20574379 1208, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2894104 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2214650 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892893 CAPACITO
R BANK 
2A, 12.47 
KV, 3,150.0 
KVAR

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 OFF

2214656 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892892 CAPACITO
R BANK 
1A, 12.47 
KV, 3,150.0 
KVAR

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 OFF

2257789 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894100 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2257790 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894100 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

M-100 Sub 163 
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2257791 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894100 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258411 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893501 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258439 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894101 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L01

2258449 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894103 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258453 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894103 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2258611 1205,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894101 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2259859 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894101 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05
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2261323 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893501 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261324 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893501 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261327 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894104 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2261910 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894102 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2261911 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894102 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2262020 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894102 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2273453 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900678 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 655 700 669
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2273455 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900680 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 883 823 719

2273459 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900684 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0 0 0

2273473 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900698 BREAKER 
12AX, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0 0 0 0

2275102 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902222 BREAKER 
1204, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0 274 330 292

2276176 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903094 BREAKER 
1208, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 348 314 305

2277583 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904377 BREAKER 
1207, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 230 284 210

2277585 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904379 BREAKER 
1203, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 278 300 252
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2277688 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904476 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76

2277690 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904478 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0 0 0

2278917 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905595 BREAKER 
1206, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 297 264 248

2278929 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905607 BREAKER 
1205, 
12.47 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 166 137 175

2279684 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906310 BREAKER 
100KV HT, 
100.0 KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2843108 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894104 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2849064 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894103 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2707989 STATION 
STATESVI
LLE RD 
RET, 
1378, 
100.0 KV

42764145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R02
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2255135 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859670 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2273234 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900469 BREAKER 
1207, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 260 293 270

2279530 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906171 BREAKER 
100KV HT, 
100.0 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2280650 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907186 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 667 685 626

2280798 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907328 BREAKER 
1208, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 226 266 249

2280799 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907329 BREAKER 
1209, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 380 384 390

2280801 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907331 BREAKER 
1210, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 189 164 112
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2419951 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061268 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 457 543 511

2419952 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061285 BREAKER 
BK 2&3 
12KV BUS 
TIE, 12.47 
KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

2445703 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061269 BREAKER 
12AX, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 0 0

2445705 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3061270 BREAKER 
1211, 
12.47 KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 176 215 175

2452306 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 1,646.0 
AMPS

LTC 3061266 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708017 STATION 
SUMNER 
RET, 
1551, 
100.0 KV

42764595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2275838 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902767 BREAKER 
CANNON 
M PL 16 
SWINK 
TAP, 100.0 
KV

2707950 STATION 
SWINK 
TAP, 
1079, 
100.0 KV

42761728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2214816 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892895 CAPACITO
R BANK 1B, 
2.4 KV, 
1,500.0 
KVAR

2708298 STATION 
THERMO
ID INC 
SALISBU
RY PL, 
4905, 
44.0 KV

42762106 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 OFF
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20347447 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904269 BREAKER 
1207, 
12.47 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 341 326 310

2256826 2404,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893845 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L12

2256829 2403,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3058029 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L10

2257768 2404,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893845 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral L10

2258788 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3058029 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2260033 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893844 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L07

2260602 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 250.0 
KVA

REGULATO
R

2893844 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L05
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2260989 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893473 REGULATO
R BANK 
1206, 
UNITS - 3, 
6.900 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L06

2260991 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893473 REGULATO
R BANK 
1206, 
UNITS - 3, 
6.900 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L05

2261177 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893474 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L06

2261180 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893475 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L06

2261181 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893475 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 L01

2261182 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893475 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L15

2261549 2403,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3058029 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L10
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2261942 2404,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893845 REGULATO
R 
2404,PHAS
E 0.0, 13.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 L10

2273446 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900671 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 969 940 1022

2273761 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900975 BREAKER 
1205, 
12.47 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 231 236 212

2274679 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901845 BREAKER 
2404, 24.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 73 89 95

2274689 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901855 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 186 228 201

2277453 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904260 BREAKER 
1208, 
12.47 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 194 183 194

2277454 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904261 BREAKER 
1206, 
12.47 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 273 281 255

M-100 Sub 163 
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2392834 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893844 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L07

2438579 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3058028 BREAKER 
2403, 24.0 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 73 89 95

2485681 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
120.0 KV, 
250.0 KVA

REGULATO
R

2893474 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L04

2485686 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
120.0 KV, 
250.0 KVA

REGULATO
R

2893473 REGULATO
R BANK 
1206, 
UNITS - 3, 
6.900 KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L06

2485687 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893474 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2711066 STATION 
TRIANGL
E RET, 
4964, 
100.0 KV

42764200 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R05 L05

20024943 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893496 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20024949 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893496 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20367052 1207, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893995 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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20367061 1207, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893995 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

20367063 1207, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893995 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

20378948 1210, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893495 REGULATO
R 
1210,PHAS
E 0.0, 0.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20392067 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2893796 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

20392071 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2893796 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

20392073 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2893796 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20430311 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.6 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

41864358 BREAKER 
BK 3 24KV 
LT, 24.000 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 881 904 864

20430312 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41864359 BREAKER 
2411, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 231 319 479

M-100 Sub 163 
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20430314 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41864363 BREAKER 
24AX, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 389 639 639

20430316 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27.6 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42356681 BREAKER 
2413, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 619 643 600

20430319 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41864365 BREAKER 
BK 3 100KV 
HT, 
100.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

20430321 2411, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

41864366 REGULATO
R BANK 
2411, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R15

20430325 2411, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

41864366 REGULATO
R BANK 
2411, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R14

20430332 2411, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

41864366 REGULATO
R BANK 
2411, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R11

20430336 24AX, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

41864368 REGULATO
R BANK 
24AX, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20430338 24AX, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

41864368 REGULATO
R BANK 
24AX, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

M-100 Sub 163 
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20430344 24AX, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

41864368 REGULATO
R BANK 
24AX, 
UNITS - 0, 
0.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20430346 2413, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

41864369 REGULATO
R BANK 
2413, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R15

20430352 2413, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

41864369 REGULATO
R BANK 
2413, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R15

20430354 2413, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

41864369 REGULATO
R BANK 
2413, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R14

20638070 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41864364 BREAKER 
2414, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 319 265 259

20638071 2414, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

42317088 REGULATO
R BANK 
2414, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R15

20638072 2414, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

42317088 REGULATO
R BANK 
2414, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R15

20638073 2414, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

42317088 REGULATO
R BANK 
2414, 
UNITS - 0, 
24.000 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R16
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PSDR2-2



20775969 1203, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV

REGULATO
R

2893994 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

20776026 1203, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

2893994 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20776058 1203, 
REGULATO
R 1PH, 
PHASE Z, 
7,620.0 KV

REGULATO
R

2893994 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R09

2215449 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893420 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 ON

2215474 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893421 CAPACITO
R BANK 1B, 
12.47 KV, 
4,200.0 
KVAR

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 ON

2256867 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2257031 1204,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893479 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2257032 1204,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893479 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2257922 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893745 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2257923 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893496 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257950 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893996 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257956 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893996 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2258299 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893479 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 L01

2258301 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893745 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2258303 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893996 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05
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2258997 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893495 REGULATO
R 
1210,PHAS
E 0.0, 0.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2259436 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893495 REGULATO
R 
1210,PHAS
E 0.0, 0.0 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2259658 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893795 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2259853 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893795 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2259883 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2260725 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893795 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2261194 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01
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2261307 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893745 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2272898 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900145 BREAKER 
1205, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 613 665 593

2274138 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901332 BREAKER 
1209, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 359 349 359

2274376 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901555 BREAKER 
1202, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 642 649 638

2274377 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901556 BREAKER 
1201, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 560 562 468

2274382 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901561 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 0 0

2274387 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901566 BREAKER 
BK 1&2 
12.5KV 
BUS TIE, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0 0 0
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2274388 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901567 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 2020 2095 1994

2277393 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904200 BREAKER 
1210, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 690 693 695

2277401 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904208 BREAKER 
1208, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 800 825 812

2277448 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904255 BREAKER 
1206, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 704 519 496

2277449 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904256 BREAKER 
1204, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 697 518 535

2279151 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905814 BREAKER 
1203, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 710 707 647

2279152 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905815 BREAKER 
1207, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 834 837 838
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2279366 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906016 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708043 STATION 
TRIPLETT 
RET, 
1694, 
100.0 KV

42764167 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 2039 2056 2020

2215502 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893435 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2711128 STATION 
UNIV OF 
N C 
CHARLO
TTE STA 
2, 5248, 
44.0 KV

42762284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 OFF

2273156 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900393 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2711128 STATION 
UNIV OF 
N C 
CHARLO
TTE STA 
2, 5248, 
44.0 KV

42762284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 264 264 263

2427794 1A,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2892802 CAPACITO
R BANK 
1A, 12.47 
KV, 7,200.0 
KVAR

2708316 STATION 
VETERA
NS 
ADMINIS
TRATION 
HOSP, 
5020, 
44.0 KV

42762175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 OFF

2280919 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907441 BREAKER 
CONCORD 
BL N, 100.0 
KV

2708024 STATION 
VICTORY 
INDUSTR
IAL PARK 
LLC, 
1597, 
100.0 KV

42762172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2280983 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907497 BREAKER 
CONCORD 
BL S, 100.0 
KV

2708024 STATION 
VICTORY 
INDUSTR
IAL PARK 
LLC, 
1597, 
100.0 KV

42762172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 0

2214161 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892897 CAPACITO
R BANK 
1A, 4.16 
KV, 1,500.0 
KVAR

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 OFF
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2255877 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894109 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2255886 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894107 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2256094 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894107 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2256574 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894107 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2259206 0403,REGU
LATOR 
1PH, 4.16 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894110 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2261184 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894110 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2277467 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904274 BREAKER 
0403, 4.16 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 263 198 280
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2277494 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904300 BREAKER 
0401, 4.16 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 97 79 100

2277502 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904308 BREAKER 
0402, 4.16 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 143 168 137

2277693 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904481 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18

2421462 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894110 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708319 STATION 
W END 
RET, 
5034, 
44.0 KV

42764590 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2254993 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860578 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2254999 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N, 463.0 
AMPS

LTC 2860577 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2278911 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905589 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0 0 0
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2278912 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905590 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 234 307 165

2278913 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905591 BREAKER 
2405, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 370 304 337

2278916 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905594 BREAKER 
24AX, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0 0 0

2278918 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905596 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 225 230 215

2278920 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905598 BREAKER 
2409, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 217 137 241

2278926 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905604 BREAKER 
2412, 24.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 286 253 262

2279692 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906316 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0
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2281073 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907577 BREAKER 
1201, 
12.47 KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 127 50 70

2416334 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894215 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2416335 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894215 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2419549 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894215 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708320 STATION 
W 
NORWO
OD RET, 
5036, 
100.000 
KV

42763693 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2260053 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893825 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2260073 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893825 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2260317 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893821 REGULATO
R 
2403,PHAS
E 0.0, 6.9 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01
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2260774 2401,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893825 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2261422 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893821 REGULATO
R 
2403,PHAS
E 0.0, 6.9 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2274454 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901630 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 281 242 279

2274455 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901631 BREAKER 
2401, 24.0 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79195 195 151 167

2274456 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901632 BREAKER 
2403, 24.0 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 92 108 121

2849072 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893821 REGULATO
R 
2403,PHAS
E 0.0, 6.9 
KV

2711129 STATION 
WALLAC
E RD 
RET, 
2058, 
100.0 KV

42764265 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

20596120 1203, 
REGULATO
R 1PH, 
PHASE X

REGULATO
R

2893875 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L09
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20596150 1203, 
REGULATO
R 1PH, 
PHASE Y

REGULATO
R

2893875 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L10

20596151 1203, 
REGULATO
R 1PH, 
PHASE Z

REGULATO
R

2893875 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R04 L09

2255836 0401,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894045 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L06

2257300 1202,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894047 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R11

2257467 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894047 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R09

2257468 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894047 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 L09

2260993 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894046 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L06
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2261732 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894046 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R11 L03

2262032 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894046 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R16 L08

2274437 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901614 BREAKER 
BK 4 
12.5KV HT, 
12.47 KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 103 94 109

2274841 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901996 BREAKER 
1203, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 291 295 299

2274938 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902087 BREAKER 
0401, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 180 140 151

2274939 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902088 BREAKER 
0402, 13.0 
KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 203 147 165

2277466 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904273 BREAKER 
1202, 
12.47 KV

2710197 STATION 
WATERT
OWER 
RET, 
5057, 
44.0 KV

42762879 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 222 217 215
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20432064 REGULATO
R 1PH, 
PHASE X, 
7,200.0 KV, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894932 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L10

2256599 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894932 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10

2258181 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894931 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L11

2258409 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893758 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L11

2260354 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894931 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L11

2260496 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894933 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L10

2260538 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894931 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R06 L12
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2260762 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894932 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L10

2260763 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893758 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L11

2261032 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894933 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L10

2261033 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894933 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R07 L10

2261322 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893758 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R08 L11

2274098 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901294 BREAKER 
1204, 
12.47 KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 234 284 223

2275680 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902616 BREAKER 
1202, 
12.47 KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0 234 284 255
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2275683 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902619 BREAKER 
1203, 
12.47 KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 42 41 81

2279034 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905707 BREAKER 
1201, 
12.47 KV

2709199 STATION 
WEBBS 
CHAPEL 
RET, 
5063, 
44.0 KV

42762660 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 220 225 255

2273492 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900717 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2273526 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900751 BREAKER 
SHERRILL 
WH, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

2274252 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901441 BREAKER 
CABARRUS 
WH, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2276369 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 
17.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903269 BREAKER 
CABARRUS 
BL, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2277039 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903895 BREAKER 
SHERRILL 
BL, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0
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2277042 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903898 BREAKER 
LEMLEY 
WH, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2277043 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903899 BREAKER 
LEMLEY BL, 
100.0 KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2277058 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903914 BREAKER 
TIMBER BL, 
100.0 KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2277059 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903915 BREAKER 
TIMBER 
WH, 100.0 
KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

2433455 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903897 BREAKER 
ODELL WH, 
100.0 KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2433456 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903894 BREAKER 
ODELL BL, 
100.0 KV

2711278 STATION 
WESTFO
RK SW 
STA, 
1286, 
100.0 KV

42761937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2215519 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893122 CAPACITO
R BANK 01, 
0.0 KV, 
16,200.0 
KVAR

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 OFF
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2215520 02 CAPACITO
R

2893224 CAPACITO
R BANK 02, 
0.0 KV, 
16,200.0 
KVAR

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 OFF

2272844 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900096 BREAKER 
CBK 1 BRK, 
44.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0

2274546 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901719 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2276759 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903633 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2277223 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904047 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2277228 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904051 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2278206 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904947 BREAKER 
HUNTERSV
ILLE, 44.0 
KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0
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2280444 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907002 BREAKER 
MT 
MOURNE, 
44.0 KV

2708034 STATION 
WILDCA
T TIE, 
1659, 
100.0 KV

42765108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2255158 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2860784 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 44.0 KV, 
12.5 KV

2708052 STATION 
WINECO
FF RET, 
1731, 
44.0 KV

42764117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L06

2273986 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901184 BREAKER 
1202, 
12.47 KV

2708052 STATION 
WINECO
FF RET, 
1731, 
44.0 KV

42764117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 248 189 185

2276807 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903675 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708052 STATION 
WINECO
FF RET, 
1731, 
44.0 KV

42764117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2280794 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907324 BREAKER 
1201, 
12.47 KV

2708052 STATION 
WINECO
FF RET, 
1731, 
44.0 KV

42764117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 319 331 348

20240673 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900922 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

20240674 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900921 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 4
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2215255 02 CAPACITO
R

2893272 CAPACITO
R BANK 02, 
0.0 KV, 
108,000.0 
KVAR

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 OFF

2215834 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893214 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 ON

2272843 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900095 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2272845 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900097 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 1

2272848 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900100 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 2

2273563 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900785 BREAKER 
CBK 2 BRK, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50

2273708 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900923 BREAKER 
BUCK WH, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 2
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2273709 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900924 BREAKER 
BUCK BL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 5

2273710 BREAKER,  
GAS,  
Unknown 
PH,  44 KV,  
48.3 KV,  
1200 
AMPS,  40 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900925 BREAKER 
KANNAPOL
IS, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2273772 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900985 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 2

2273773 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900986 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 2

2273876 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901084 BREAKER 
WINECOFF
, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06

2274299 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901485 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 1

2274300 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901486 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0
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2275118 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904955 BREAKER 
KIMBRELL 
WH, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 4

2275119 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904957 BREAKER 
KIMBRELL 
BL, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 4

2275790 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902722 BREAKER 
CBK 1 BRK, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 3

2275859 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902788 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2276029 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902953 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 12

2278601 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905295 BREAKER 
SHADY 
LANE, 44.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2278611 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905305 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 1
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2278613 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905307 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 8

2278709 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905400 BREAKER 
BATTE WH, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2278710 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905401 BREAKER 
BATTE BL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0

2278711 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905402 BREAKER 
ODELL BL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2278712 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905403 BREAKER 
CHINA 
GROVE 
WH, 100.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 3

2278713 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905404 BREAKER 
ODELL WH, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 1

2278714 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905405 BREAKER 
SKYBROOK 
BL, 100.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 5
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2278715 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905406 BREAKER 
BRIAR WH, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 3

2278717 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905408 BREAKER 
BRIAR BL, 
100.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2278725 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905416 BREAKER 
SKYBROOK 
WH, 100.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 1

2426483 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904960 BREAKER 
PROVIDEN
CE WH, 
230.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 6

2426485 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904956 BREAKER 
PROVIDEN
CE BL, 
230.0 KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 6

2426486 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904959 BREAKER 
DOOLEY 
WH, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 4

2426487 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904958 BREAKER 
DOOLEY 
BL, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 5
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2448478 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904962 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 3

2448479 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904961 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 2

2448480 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906829 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 4

2448482 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2902652 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 2

2448483 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904953 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2711096 STATION 
WINECO
FF TIE, 
1112, 
230.0 KV

42764378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0

2273164 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2900401 BREAKER 
PCB 1, 
525.0 KV

2711087 STATION 
WOODLE
AF SW 
STA, 
1848, 
525.0 KV

42761775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0
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2273165 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2900402 BREAKER 
PCB 2, 
525.0 KV

2711087 STATION 
WOODLE
AF SW 
STA, 
1848, 
525.0 KV

42761775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2273166 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
4,000.0 
AMPS, 
40.0 KA, 
2.5 CYCLES

CIRCUIT 
BREAKER

2900403 BREAKER 
PCB 12, 
525.0 KV

2711087 STATION 
WOODLE
AF SW 
STA, 
1848, 
525.0 KV

42761775 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

20030061 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40013450 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

2668303 SUB 
O&M 
ALBEMA
RLE, 01

42762682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 258 260 259

2278577 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40013314 BREAKER 
OVAL BL, 
100.0 KV

2668302 SUB 
O&M 
SALISBU
RY, 00

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2278580 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40013313 BREAKER 
OVAL WH, 
100.0 KV

2668302 SUB 
O&M 
SALISBU
RY, 00

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2278593 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 80 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40013312 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2668302 SUB 
O&M 
SALISBU
RY, 00

42765257 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS40 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0
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2214337 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891739 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710199 STATION 
AURIGA 
POLYME
RS INC 
S1, 1333, 
100.0 KV

42763199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214820 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891738 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710199 STATION 
AURIGA 
POLYME
RS INC 
S1, 1333, 
100.0 KV

42763199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2277672 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904462 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2710199 STATION 
AURIGA 
POLYME
RS INC 
S1, 1333, 
100.0 KV

42763199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1438

2214176 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891736 CAPACITO
R BANK 1C, 
12.47 KV, 
3,600.0 
KVAR

2710200 STATION 
AURIGA 
POLYME
RS INC 
S2, 1415, 
100.0 KV

42764245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 OFF

2214178 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891735 CAPACITO
R BANK 1B, 
12.47 KV, 
6,000.0 
KVAR

2710200 STATION 
AURIGA 
POLYME
RS INC 
S2, 1415, 
100.0 KV

42764245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 380 OFF

2215690 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891734 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2710200 STATION 
AURIGA 
POLYME
RS INC 
S2, 1415, 
100.0 KV

42764245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 508 ON

2279350 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906003 BREAKER 
CBK 1B&1C 
BRK, 12.47 
KV

2710200 STATION 
AURIGA 
POLYME
RS INC 
S2, 1415, 
100.0 KV

42764245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 713
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2280576 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907120 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710200 STATION 
AURIGA 
POLYME
RS INC 
S2, 1415, 
100.0 KV

42764245 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258438 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894610 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R02

2258459 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894610 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2258598 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894610 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2260022 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894611 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

2261801 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894611 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2281010 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907522 BREAKER 
1201, 
12.47 KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0335 0 241 259 233
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2281075 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907578 BREAKER 
1204, 
12.47 KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0344 0 179 122 82

2401892 1204, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894611 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708085 STATION 
BLAKLEY 
RET, 
3148, 
44.0 KV

42762000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2255382 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894629 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2255405 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894627 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2256773 1206,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894628 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2257222 12AX,REG
ULATOR 
3PH,PHASE 
XYZ, 13.2 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

3151117 REGULATO
R 
12AX,PHAS
E 3.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257239 1209,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894630 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2257262 1209,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894630 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2258870 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894631 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2258871 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894628 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258916 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894631 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2258917 1210,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894631 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2259176 1209,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894630 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2260350 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894628 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral
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2260847 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893826 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2260953 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893826 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2262047 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893826 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2274123 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901317 BREAKER 
1208, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1631 0 237 272 254

2274649 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901817 BREAKER 
1207, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 252 186 278

2276001 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902925 BREAKER 
12AX, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0 311 340 342

2276455 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903346 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2557 0
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2280009 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906607 BREAKER 
1205, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1339 0 188 161 276

2280181 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906759 BREAKER 
1206, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1545 0 342 314 282

2280303 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906871 BREAKER 
1209, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1360 0 187 228 195

2280681 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907214 BREAKER 
1210, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 928 0 194 111 224

2448118 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902924 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 199 194 218

2455513 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902920 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 658 624 712

2455514 BREAKER, 
VAC, 
Unknown 
PH, 12.5 
KV, 15.5 
KV, 2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902923 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710058 STATION 
BOILING 
SPRINGS 
RET, 
1595, 
100.0 KV

42763207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 579 539 614
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20009253 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894503 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

20009255 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894503 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R07

20009256 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894503 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2213951 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891680 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215504 2A CAPACITO
R

2893308 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2257690 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2257813 2401,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894505 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2259787 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2259789 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894505 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2261674 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2894505 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2273202 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900437 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2275556 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902501 BREAKER 
1201, 
12.47 KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1337 0 235 250 226

2275558 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902503 BREAKER 
1202, 
12.47 KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1591 0 193 196 207

2277743 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904527 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279191 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905853 BREAKER 
2401, 24.0 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 554 84 82 82
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2454216 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894504 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708412 STATION 
BOND 
PARK 
RET, 
3172, 
44.0 KV

42763097 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2215870 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891933 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708469 STATION 
BROAD 
RIVER E 
C DEL 8, 
3211, 
44.0 KV

42762298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 413 OFF

2215871 1B CAPACITO
R

2893325 CAPACITO
R BANK 1B, 
0.0 KV, 
2,400.0 
KVAR

2708469 STATION 
BROAD 
RIVER E 
C DEL 8, 
3211, 
44.0 KV

42762298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 109 OFF

2215872 1C CAPACITO
R

2893326 CAPACITO
R BANK 1C, 
0.0 KV, 
2,400.0 
KVAR

2708469 STATION 
BROAD 
RIVER E 
C DEL 8, 
3211, 
44.0 KV

42762298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056 OFF

2273267 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900502 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708469 STATION 
BROAD 
RIVER E 
C DEL 8, 
3211, 
44.0 KV

42762298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 413

2273268 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900503 BREAKER 
CBK 1C 
BRK, 12.47 
KV

2708469 STATION 
BROAD 
RIVER E 
C DEL 8, 
3211, 
44.0 KV

42762298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 056

2278784 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905473 BREAKER 
BROAD 
RIVER E C 
DEL 9 TAP, 
100.0 KV

2708654 STATION 
BROAD 
RIVER E 
C DEL 9, 
1586, 
100.0 KV

42764463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 137 0

2214557 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892131 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1271 OFF
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2215152 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892132 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0351 OFF

2215153 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892133 CAPACITO
R BANK 03, 
100.0 KV, 
28,800.0 
KVAR

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0120 OFF

2272801 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900056 BREAKER 
MIDWAY 
WH, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0207 0

2273042 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900281 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0137 0

2273056 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900295 BREAKER 
CHAMPIO
N BL, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0102 0

2273057 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900296 BREAKER 
CHAMPIO
N WH, 
100.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9973 0

2273058 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900297 BREAKER 
CLINTON 
WH, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0081 0
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2273067 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900305 BREAKER 
MIDWAY 
BL, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0266 0

2273074 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900312 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0104 0

2273300 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900534 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 285 0

2276065 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902988 BREAKER 
CBK 1 BRK, 
100.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9932 0

2278379 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905085 BREAKER 
CBK 2&3 
BRK, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0629 0

2278434 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905136 BREAKER 
BK 7&8 
100KV LT, 
100.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0583 0

2278439 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905140 BREAKER 
CLINTON 
BL, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1019 1
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2278555 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905251 BREAKER 
BK 6 100KV 
LT, 100.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9973 0

2279750 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906370 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0919 0

2280017 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906614 BREAKER 
NEWBERRY 
BL, 115.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1237 0

2280056 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906647 BREAKER 
CHAPPELLS
, 44.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1265 0

2280190 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906768 BREAKER 
NEWBERRY 
WH, 115.0 
KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1354 0

2280217 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906792 BREAKER 
KINARDS, 
44.0 KV

2708383 STATION 
BUSH 
RIVER 
TIE, 
1387, 
230.000 
KV

42762462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1188 0

20006679 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
250.0 KVA

REGULATO
R

2894685 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06
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20378937 1209, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894685 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

20907610 1206, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894682 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

20907613 1207, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894683 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

20907615 1207, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894683 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

20907635 1207, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894683 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2213992 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891729 CAPACITO
R BANK 
3A, 13.0 
KV, 3,150.0 
KVAR

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 612 OFF

2213993 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891728 CAPACITO
R BANK 
2A, 13.0 
KV, 3,150.0 
KVAR

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 621 OFF
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2256538 1211,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2893636 REGULATO
R 
1211,PHAS
E 0.0, 13.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2256796 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894684 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2257781 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894682 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259044 1212,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893637 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2259784 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893637 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2259879 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894682 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2260582 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894685 REGULATO
R 
1209,PHAS
E 0.0, 0.0 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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2261280 1208,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894684 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2273439 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900666 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 087

2274907 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902057 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 047 476 535 494

2274912 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902062 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 087 653 601 614

2274977 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902122 BREAKER 
1206, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 285 170 223 179

2275000 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902142 BREAKER 
1207, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 151 167 159

2275001 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902143 BREAKER 
1208, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 188 164 172
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2275004 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902146 BREAKER 
1212, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 271 224 248

2275056 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902191 BREAKER 
1211, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 336 329 317

2277398 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904205 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 612

2277443 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901172 BREAKER 
1209, 
12.47 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 246 317 313 319

2281056 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907561 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 745 0

2387815 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905067 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 621

2842626 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894684 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03
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2843915 1212,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893637 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708341 STATION 
CAMP 
CROFT 
RET, 
1064, 
100.0 KV

42762142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2257409 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3045799 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2257457 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3027840 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257460 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3027840 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257471 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3027840 REGULATO
R 
12AX,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257675 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3045799 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2261041 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893482 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03
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2261042 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893482 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2261287 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894605 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2261578 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894603 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R01

2261925 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894605 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2261945 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894604 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2261946 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894604 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2262041 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894604 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06
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2273436 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900663 BREAKER 
12AX, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 597 0 0 0

2273466 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900691 BREAKER 
1201, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1082 275 247 298

2273477 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900702 BREAKER 
1205, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 847 313 369 268

2273480 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900705 BREAKER 
1206, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 681 0 234 247 307

2275100 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902220 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 361 0 0 0

2275105 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902225 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 505 1070 932 950

2275106 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902226 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 440 0 954 1080 1056
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2276904 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903765 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1081 0

2277412 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904219 BREAKER 
1202, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 199 175 207 172

2390446 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894603 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2413708 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894605 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2420269 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045745 BREAKER 
1203, 
12.47 KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 110 116 102

2848260 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894603 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2848267 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893482 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708425 STATION 
CAMPTO
N RET, 
1604, 
100.0 KV

42764218 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03
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2213859 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891544 CAPACITO
R BANK 
1A, 24.0 
KV, 4,200.0 
KVAR

2707996 STATION 
CLINTON 
CITY, 
1420, 
100.0 KV

42762832 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1463 OFF

2213862 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891545 CAPACITO
R BANK 1B, 
24.0 KV, 
4,500.0 
KVAR

2707996 STATION 
CLINTON 
CITY, 
1420, 
100.0 KV

42762832 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 OFF

2278013 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 5.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904773 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2707996 STATION 
CLINTON 
CITY, 
1420, 
100.0 KV

42762832 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0103 0

20307854 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906252 BREAKER 
CLINTON 
BL TAP, 
100.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0050 0

20307855 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906861 BREAKER 
COTTON 
MILL, 
100.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0060 1

20307856 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906749 BREAKER 
HAMER, 
44.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0063 0
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20307858 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904723 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0058 0

20307859 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906475 BREAKER 
CLINTON 
WH TAP, 
100.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0038 0

20434537 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906253 BREAKER 
COPELAND
, 44.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0041 0

20434541 BREAKER 
GAS, 
Unknown 
PH, 44.000 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904727 BREAKER 
HOOKER, 
44.0 KV

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0057 0

2214829 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891538 CAPACITO
R BANK 01, 
44.0 KV, 
13,200.0 
KVAR

2709333 STATION 
CLINTON 
TIE, 
1138, 
100.0 KV

42762422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1628 OFF

2214674 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892063 CAPACITO
R BANK 
2A, 0.0 KV, 
3,600.0 
KVAR

2707941 STATION 
COLONI
AL PIPE 
GAFFNEY
, 1033, 
100.0 KV

42762390 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177 OFF

M-100 Sub 163 
PSDR2-2



2275330 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174828 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2707941 STATION 
COLONI
AL PIPE 
GAFFNEY
, 1033, 
100.0 KV

42762390 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177

2215116 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891530 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 712 OFF

2255628 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894665 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2255849 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894663 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2258890 0405,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894666 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2258891 0405,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894666 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258892 0405,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894666 REGULATO
R 
0405,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02
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2259608 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894665 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2260015 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894664 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

2260338 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894664 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2260351 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894664 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2260567 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894665 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2277637 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904429 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 712

2277913 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904686 BREAKER 
0405, 4.16 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 120 140 120
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2277914 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904687 BREAKER 
0404, 4.16 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 333 234 204 264

2277915 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904688 BREAKER 
0403, 4.16 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 007 36 42 42

2277916 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904689 BREAKER 
0402, 4.16 
KV

2710048 STATION 
CONDEN
SER STA 
RET, 
3442, 
44.0 KV

42763378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 006 45 60 40

20742387 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257242 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894698 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2257992 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258284 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894698 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2260069 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261488 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261489 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2261490 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261529 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894698 REGULATO
R BANK 
1201, 
UNITS - 0, 
6.900 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R15

2275746 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902680 BREAKER 
1201, 
12.47 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 526 8 243 165 209

2275750 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902684 BREAKER 
1202, 
12.47 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 473 0 145 122 122
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2277394 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904201 BREAKER 
1203, 
12.47 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 103 113 107

2280203 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906779 BREAKER 
44KV HT, 
44.0 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 762 0

2415758 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3057899 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2415763 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3057899 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2420241 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3057844 BREAKER 
1204, 
12.47 KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 090 220 225 222

2428909 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3057899 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710049 STATION 
COWPEN
S RET, 
3481, 
44.0 KV

42763294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2256470 2401,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894613 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708413 STATION 
DETROIT 
FORMIN
G T&D, 
3555, 
44.0 KV

42765201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

M-100 Sub 163 
PSDR2-2



2260773 2401,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894613 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708413 STATION 
DETROIT 
FORMIN
G T&D, 
3555, 
44.0 KV

42765201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R01

2261894 2401,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894613 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708413 STATION 
DETROIT 
FORMIN
G T&D, 
3555, 
44.0 KV

42765201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

20434154 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

2904814 BREAKER 
BK 7 
4.16KV LT, 
4.16 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 679 739 587

2215716 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893002 CAPACITO
R BANK 01, 
0.0 KV, 
86,400.0 
KVAR

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 218 OFF

2256111 0404,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894677 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L06

2256362 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 75.0 
KVA

REGULATO
R

2894674 REGULATO
R 
0401,PHAS
E 1.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258802 0402,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894675 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01
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2258809 0402,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894675 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2258810 0402,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894675 REGULATO
R 
0402,PHAS
E 0.0, 0.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259901 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894676 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R10

2260014 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894676 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260027 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894676 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2273495 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  1600 
AMPS,  43 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900720 BREAKER 
FERNWOO
D BL, 100.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 028 0

2274141 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901335 BREAKER 
CBK 5 BRK, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 158 0
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2275581 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902524 BREAKER 
0402, 4.16 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 0 234 238 255

2275583 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902526 BREAKER 
0401, 4.16 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 0 122 183 103

2275584 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902527 BREAKER 
0403, 4.16 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 019 0 172 200 166

2275586 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902529 BREAKER 
0404, 4.16 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 196 0 167 173 123

2275594 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902537 BREAKER 
AVON BL, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 951 0

2275604 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902547 BREAKER 
AVON WH, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 451 0

2276530 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903416 BREAKER 
VANDERBI
LT NO 2, 
44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 349 0
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2276675 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903553 BREAKER 
SWITZER, 
44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 851 0

2276837 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903700 BREAKER 
LAWSONS 
FORK BL E, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 153 0

2277015 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903871 BREAKER 
100KV YEL 
BUS LINE, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 0

2277016 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903872 BREAKER 
100KV RED 
BUS LINE, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 0

2278430 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905132 BREAKER 
FERNWOO
D WH, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 046 0

2279761 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906381 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 788 0

2279808 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906421 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 951 0
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2279840 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906453 BREAKER 
VANDERBI
LT BL, 
100.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 951 0

2279982 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906585 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 402 0

2280068 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906659 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 822 0

2280069 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906660 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 828 0

2280339 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906904 BREAKER 
VANDERBI
LT NO 1, 
44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 807 0

2280353 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906918 BREAKER 
LAWSONS 
FORK BL 
W, 100.0 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 737 0

2280438 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906996 BREAKER 
WHITNEY, 
44.0 KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 916 0
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2421464 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894674 REGULATO
R 
0401,PHAS
E 1.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2421468 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894674 REGULATO
R 
0401,PHAS
E 1.0, 4.1 
KV

2708569 STATION 
E 
SPARTA
NBURG 
TIE, 
1118, 
100.0 KV

42762412 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

20592912 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894678 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20858584 REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894679 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20858585 REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894679 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

20858911 REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894679 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2255853 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894680 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2256534 1203,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894678 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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2259654 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894681 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2260079 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894681 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2260812 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894681 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2261091 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894678 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2275767 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902700 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 372 0

2275768 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902701 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 363 0

2275770 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902702 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 376 0
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2277414 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904221 BREAKER 
1203, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 331 318 291 285

2277859 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904632 BREAKER 
1204, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 729 260 321 294

2277860 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904633 BREAKER 
1208, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 736 26 26 22

2277864 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904637 BREAKER 
12AX, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 189 83 80 84

2278495 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905193 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4 0

2278928 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905606 BREAKER 
1206, 
12.47 KV

2708342 STATION 
ENOLA 
RET, 
1519, 
100.0 KV

42762599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 668 101 100 99

2215675 1A CAPACITO
R

2893015 CAPACITO
R BANK 
1A, 0.0 KV, 
2,400.0 
KVAR

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 546 OFF
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2259119 1200,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894617 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L01

2259143 1200,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894617 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 L01

2259162 1200,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894617 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 Neutral

2274853 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902008 BREAKER 
1202, 
12.47 KV

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0128 237 242 239

2275477 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902458 BREAKER 
1201, 
12.47 KV

2710050 STATION 
ENOREE 
RET, 
3661, 
44.0 KV

42764127 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1495 0 50 31 37

2214239 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892939 CAPACITO
R BANK 
3A, 12.47 
KV, 3,000.0 
KVAR

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 368 OFF

2214963 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892938 CAPACITO
R BANK 
2A, 12.47 
KV, 3,000.0 
KVAR

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509 OFF
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2255383 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894646 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2255618 1212,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894650 REGULATO
R 
1212,PHAS
E 0.0, 13.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2255645 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894649 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2255878 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894644 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2256076 0401,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894643 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2256540 1209,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894648 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R09

2257717 1205,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894645 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06
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2260793 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894647 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2260957 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894647 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2262080 1208,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894647 REGULATO
R 
1208,PHAS
E 0.0, 0.0 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2274428 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901606 BREAKER 
0401, 4.16 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0 193 106 166

2275780 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902712 BREAKER 
1208, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 434 0 278 275 302

2276197 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903115 BREAKER 
0402, 4.16 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 284 0 219 174 89

2277472 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904279 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 549 0 452 464 450
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2277633 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904425 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 368

2277679 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904468 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509

2277921 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904694 BREAKER 
12AX, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105

2277933 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904706 BREAKER 
1209, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 154 218 180 275

2279819 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906432 BREAKER 
VANDERBI
LT BL E, 
100.0 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 966 0

2279830 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906443 BREAKER 
VANDERBI
LT BL W, 
100.0 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 971 0

2280021 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906618 BREAKER 
1210, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 061 0 125 203 182
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2280218 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906793 BREAKER 
1212, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 862 0 230 248 231

2280228 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906803 BREAKER 
1207, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 462 1 2.80 2.20 1.90

2280248 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906821 BREAKER 
1205, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 559 0 297 307 282

2280628 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907165 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 584 0 534 577 651

2280648 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907184 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708432 STATION 
HAMPTO
N AVE 
RET, 
1353, 
100.0 KV

42764326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 406 0

2274120 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901314 BREAKER 
BALL 
INCON 
GLASS 
LAURENS 
PL D1, 4.16 
KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0936 0 0.0 0.0 0.0

2279635 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906265 BREAKER 
TRINITY, 
44.0 KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0908 0

M-100 Sub 163 
PSDR2-2



2279698 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906322 BREAKER 
HOOKER, 
44.0 KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1008 0

2279751 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906371 BREAKER 
NALLEY, 
44.0 KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0811 0

2280128 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906712 BREAKER 
SHAW, 
44.0 KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0842 0

2280436 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906995 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2709335 STATION 
HAMPTO
N ST SW 
STA, 
1332, 
100.000 
KV

42764662 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 610 0

2214679 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891726 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 818 OFF

2214856 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891727 CAPACITO
R BANK 
2A, 12.47 
KV, 4,800.0 
KVAR

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 609 OFF

2255157 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858701 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06
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2255171 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858702 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2274488 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901663 BREAKER 
1211, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 296 142 153 160

2276168 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903086 BREAKER 
12AX, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0

2276897 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903758 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 514 0

2277632 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904424 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 818

2277635 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904427 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 609

2277889 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904662 BREAKER 
1210, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 884 445 424 477

M-100 Sub 163 
PSDR2-2



2280484 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907041 BREAKER 
1206, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 092 0 208 161 183

2280827 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907356 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 137

2280844 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907372 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 590 647 673

2280848 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907376 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 162 1391 1425 1380

2281052 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907557 BREAKER 
1207, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 892 0 303 326 266

2281060 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907565 BREAKER 
1208, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 817 0 274 282 238

2281061 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907566 BREAKER 
1209, 
12.47 KV

2708582 STATION 
HILLBRO
OK RET, 
1377, 
100.0 KV

42764358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 078 2 198 269 256

M-100 Sub 163 
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2255868 0402,REGU
LATOR 
3PH, 
4,160.0 KV, 
4,330.0 KV, 
225.0 KVA

REGULATO
R

2894638 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2258251 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894637 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258283 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894637 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258290 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894637 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 Neutral

2259625 0403,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894639 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259626 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894639 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2259843 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894639 REGULATO
R 
0403,PHAS
E 0.0, 4.1 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

M-100 Sub 163 
PSDR2-2



2277468 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904275 BREAKER 
0401, 4.16 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 172 177 189

2277469 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904276 BREAKER 
0402, 4.16 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 62 60 61

2277470 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904277 BREAKER 
0403, 4.16 
KV

2708343 STATION 
HOWAR
D ST 
RET, 
3944, 
44.0 KV

42763129 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 281 137 224 175

2214554 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892692 CAPACITO
R BANK 
1A, 12.47 
KV, 2,100.0 
KVAR

2708584 STATION 
INA USA 
CORP PL 
4, 3057, 
100.0 KV

42762643 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214755 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892693 CAPACITO
R BANK 1B, 
12.47 KV, 
2,100.0 
KVAR

2708584 STATION 
INA USA 
CORP PL 
4, 3057, 
100.0 KV

42762643 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2273280 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900515 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708584 STATION 
INA USA 
CORP PL 
4, 3057, 
100.0 KV

42762643 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214713 1C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892909 CAPACITO
R BANK 1C, 
0.6 KV, 
1,800.0 
KVAR

2708185 STATION 
INMAN 
M 
RAMEY 
PL DEL 1, 
3972, 
44.0 KV

42764421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 663 ON

M-100 Sub 163 
PSDR2-2



2215329 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892706 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2708185 STATION 
INMAN 
M 
RAMEY 
PL DEL 1, 
3972, 
44.0 KV

42764421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 928 ON

2215588 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892908 CAPACITO
R BANK 1B, 
0.6 KV, 
1,800.0 
KVAR

2708185 STATION 
INMAN 
M 
RAMEY 
PL DEL 1, 
3972, 
44.0 KV

42764421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1039 OFF

2277965 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904734 BREAKER 
44KV HT, 
44.0 KV

2708186 STATION 
INMAN 
M 
RAMEY 
PL DEL 2, 
3973, 
44.0 KV

42764259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1546 0

2387818 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3029215 BREAKER 
CBK 
1A&1B 
BRK, 13.0 
KV

2708186 STATION 
INMAN 
M 
RAMEY 
PL DEL 2, 
3973, 
44.0 KV

42764259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0530

2390989 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892910 CAPACITO
R BANK 
1A, 4.16 
KV, 900.0 
KVAR

2708186 STATION 
INMAN 
M 
RAMEY 
PL DEL 2, 
3973, 
44.0 KV

42764259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0543 OFF

2390999 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892986 CAPACITO
R BANK 1B, 
0.0 KV, 
900.0 
KVAR

2708186 STATION 
INMAN 
M 
RAMEY 
PL DEL 2, 
3973, 
44.0 KV

42764259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0431 OFF

2213970 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892491 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1934 OFF

M-100 Sub 163 
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2214492 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892492 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 753 OFF

2274542 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901715 BREAKER 
DUNCAN 
BL 100KV 
TAP, 100.0 
KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 140 0

2276762 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903636 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 0

2278523 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905221 BREAKER 
DUNCAN 
WH N, 
100.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 0

2278534 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905232 BREAKER 
DUNCAN 
WH S, 
100.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 0

2279589 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906227 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321 0

2279850 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906462 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 676 0

M-100 Sub 163 
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2279870 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906481 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 681 0

2368064 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906568 BREAKER 
SIGSBEE B, 
44.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 0

2368066 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906528 BREAKER 
SIGSBEE A, 
44.0 KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2368067 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906560 BREAKER 
CAMPOBEL
LO A, 44.0 
KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2368772 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906544 BREAKER 
CAMPOBEL
LO B, 44.0 
KV

2708427 STATION 
INMAN 
TIE, 
1384, 
100.0 KV

42763201 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2215864 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892497 CAPACITO
R BANK 
1A, 0.46 
KV, 2,000.0 
KVAR

2708498 STATION 
INT 
WIRE 
HIGH 
PERF 
CONDUC
TORS, 
3946, 
44.0 KV

42763021 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 816 OFF

2214188 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891744 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 OFF
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2214705 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891743 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 693 OFF

2273073 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900311 BREAKER 
BELFAST, 
44.0 KV

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0291 0

2273178 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900414 BREAKER 
KINARDS, 
44.0 KV

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0243 0

2273179 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900415 BREAKER 
COPELAND
, 44.0 KV

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0251 0

2276640 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903519 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0415 0

2276663 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903542 BREAKER 
JOANNA, 
44.0 KV

2708384 STATION 
JOANNA 
SW STA, 
1334, 
44.0 KV

42762353 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0937 0

2214181 1B,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891923 CAPACITO
R BANK 1B, 
13.2 KV, 
4,200.0 
KVAR

2709033 STATION 
KAPSTO
NE 
CONTAI
NER 
CORPOR
ATION, 
1712, 
100.0 KV

42764092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 780 ON
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2215205 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891922 CAPACITO
R BANK 
1A, 13.2 
KV, 3,600.0 
KVAR

2709033 STATION 
KAPSTO
NE 
CONTAI
NER 
CORPOR
ATION, 
1712, 
100.0 KV

42764092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 200 ON

2277411 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904218 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709033 STATION 
KAPSTO
NE 
CONTAI
NER 
CORPOR
ATION, 
1712, 
100.0 KV

42764092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 200

2214251 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892701 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1599 OFF

2214453 1B CAPACITO
R

2893198 CAPACITO
R BANK 1B, 
0.0 KV, 
5,400.0 
KVAR

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0181 OFF

2215538 3B CAPACITO
R

2893199 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0115 OFF

2215673 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892702 CAPACITO
R BANK 
3A, 12.47 
KV, 4,800.0 
KVAR

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00519 OFF

2255150 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858557 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01
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2255160 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858556 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2272899 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900146 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1599 0 0 0

2272901 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900148 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000531 0 0 0

2273368 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900598 BREAKER 
1213, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01949 0 251 266 226

2273412 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900640 BREAKER 
12AX, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01341 0 0 0 0

2273490 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900715 BREAKER 
1211, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01816 0 360 182 361

2275773 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902705 BREAKER 
100KV HT, 
100.0 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00127 0
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2276138 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903056 BREAKER 
1205, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00121 0 192 222 200

2276150 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903068 BREAKER 
1212, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00098 0 250 232 257

2276267 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903184 BREAKER 
1206, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01634 0 232 242 275

2276272 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903189 BREAKER 
1207, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01972 0 240 221 215

2278145 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904889 BREAKER 
1214, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01051 0 201 224 238

2280838 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907366 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00068 955 917 921

2280839 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907367 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00081 1038 878 1062
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2280840 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907368 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03442 0 0 0

2430320 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3052931 BREAKER 
1208, 
12.47 KV

2708417 STATION 
KNOLLW
OOD 
RET, 
1084, 
100.0 KV

42762776 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00077 310 262 261

2215425 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892684 CAPACITO
R BANK 
1A, 0.48 
KV, 1,800.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215454 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2893252 CAPACITO
R BANK 1B, 
0.48 KV, 
300.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215455 1C,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2893253 CAPACITO
R BANK 1C, 
0.48 KV, 
300.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215470 1D,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2893254 CAPACITO
R BANK 
1D, 0.48 
KV, 300.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215471 1E,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2893255 CAPACITO
R BANK 1E, 
0.48 KV, 
300.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215472 1F,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2893256 CAPACITO
R BANK 1F, 
0.48 KV, 
300.0 
KVAR

2708418 STATION 
LAND-O-
SUN LLC, 
4085, 
44.0 KV

42762645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2213919 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892513 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708592 STATION 
LAUREN
S CITY 
CAROLIN
E STA, 
1414, 
100.0 KV

42762136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2213920 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892512 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708592 STATION 
LAUREN
S CITY 
CAROLIN
E STA, 
1414, 
100.0 KV

42762136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2277624 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904416 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708592 STATION 
LAUREN
S CITY 
CAROLIN
E STA, 
1414, 
100.0 KV

42762136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20331449 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 123.0 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2906285 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708431 STATION 
LAUREN
S E C DEL 
26, 1578, 
100.0 KV

42762197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00087 0

2214637 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2892984 CAPACITO
R BANK 01, 
0.0 KV, 
7,200.0 
KVAR

2708206 STATION 
LAUREN
S E C DEL 
7, 4111, 
44.0 KV

42762312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 005 OFF

2214015 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892510 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0338 OFF

2214757 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892509 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1696 OFF

2258693 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894601 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2258746 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894600 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06
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2258751 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894601 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2258752 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894600 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2258759 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894600 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2275415 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906604 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0051 0

2276661 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903540 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2024 0

2276715 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903592 BREAKER 
NALLEY, 
44.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0484 0

2276716 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903593 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0071 0
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2276717 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903594 BREAKER 
ENOREE 
NO 2, 44.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0212 0

2276718 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903595 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0123 0

2276719 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903596 BREAKER 
TRINITY, 
44.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0195 1

2276720 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903597 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0055 0

2276724 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903601 BREAKER 
WATTS 
MILL, 44.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0031 0

2276929 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903789 BREAKER 
CLINTON 
WH, 100.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1003 0

2277029 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903885 BREAKER 
CLINTON 
BL, 100.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0412 1

M-100 Sub 163 
PSDR2-2



2279644 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906274 BREAKER 
RABON BL, 
100.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1004 0

2279856 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906468 BREAKER 
PLAZA BL, 
100.0 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1133 0

2280178 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906756 BREAKER 
RABON 
WH, 100.0 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1389 0

2384937 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894601 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2454886 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905777 BREAKER 
1202, 
12.47 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0044 200.6 222.9 246.3

2454889 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907427 BREAKER 
1203, 
12.47 KV

2708594 STATION 
LAUREN
S TIE, 
1201, 
100.0 KV

42762342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0038 172.7 152.2 138.5

2214222 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891543 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 OFF
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2274940 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902089 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00126 0

2274944 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902093 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2274945 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902094 BREAKER 
PINEWOO
D WH, 
100.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0

2276533 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903419 BREAKER 
CONVERSE
, 44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01498 0

2276535 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903421 BREAKER 
CLIFTON, 
44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0141 0

2276536 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903422 BREAKER 
MAYWOO
D, 44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2276537 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903423 BREAKER 
INMAN 
1&2, 44.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00823 0
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2276551 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903437 BREAKER 
SLOAN ST, 
44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01323 0

2276553 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903439 BREAKER 
CBK 1 BRK, 
44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 0

2277021 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903877 BREAKER 
ELBERTA 
BL, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00965 0

2277069 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903925 BREAKER 
LAWSONS 
FORK WH, 
100.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00593 0

2279556 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906196 BREAKER 
ELBERTA 
WH, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01267 0

2279695 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906319 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01804 0

2279811 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906424 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00648 0
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2280227 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906802 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01847 0

2280928 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907448 BREAKER 
PINEWOO
D BL, 100.0 
KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00601 0

2280976 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907490 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00652 0

2280992 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907504 BREAKER 
LAWSONS 
FORK BL, 
100.0 KV

2708595 STATION 
LAWSON
S FORK 
TIE, 
1212, 
100.0 KV

42762527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00739 0

2214461 1B CAPACITO
R

2893067 CAPACITO
R BANK 1B, 
0.0 KV, 
3,000.0 
KVAR

2708596 STATION 
LEIGH 
T&D, 
4124, 
44.0 KV

42762442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02574 OFF

2214509 1A CAPACITO
R

2893066 CAPACITO
R BANK 
1A, 0.0 KV, 
3,000.0 
KVAR

2708596 STATION 
LEIGH 
T&D, 
4124, 
44.0 KV

42762442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00714 OFF

2257698 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894590 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708596 STATION 
LEIGH 
T&D, 
4124, 
44.0 KV

42762442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02
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2273323 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900556 BREAKER 
1201, 
12.47 KV

2708596 STATION 
LEIGH 
T&D, 
4124, 
44.0 KV

42762442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01354 0

20387230 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893568 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

20796019 1206, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

3080396 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2215512 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893131 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 OFF

2215521 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893132 CAPACITO
R BANK 1B, 
12.47 KV, 
5,400.0 
KVAR

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 OFF

2256816 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080396 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2258174 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3080396 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2258683 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893566 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03
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2258684 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893566 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258685 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893567 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2258686 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893567 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258687 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893567 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2259229 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080395 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259379 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080395 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259380 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3080395 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2261402 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893566 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2262060 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893568 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2262061 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893568 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2262063 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893569 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2262064 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893569 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2262075 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893569 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2273132 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900369 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228
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2273135 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900372 BREAKER 
1201, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 161 269 286 299

2273142 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900379 BREAKER 
1203, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 207 223 222

2273161 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900398 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 729 819 846

2273248 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900483 BREAKER 
1204, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 225 184 214 210

2273643 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900862 BREAKER 
1202, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 128 155 174

2452154 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080389 BREAKER 
12AX, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0 0 0

2453733 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080386 BREAKER 
1206, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1100 327 332 279
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2456868 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080390 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708712 STATION 
LELIA 
RET, 
4126, 
100.000 
KV

42762738 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0 0 0

2256879 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894696 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2257070 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894696 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2257774 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894693 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2257775 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894693 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2257776 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894693 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L05

2257777 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894694 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04
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2258875 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894695 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2261553 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894694 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2280807 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907336 BREAKER 
0401, 4.16 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 971 154 169 192

2280808 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907337 BREAKER 
0402, 4.16 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 002 84 160 107

2280815 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907344 BREAKER 
0404, 4.16 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 175 125 191

2280875 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907400 BREAKER 
0403, 4.16 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 191 279 335 250

2368013 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894696 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03
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2382653 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894694 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L03

2385108 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894695 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2416263 0403, 
REGULATO
R 1PH, 
PHASE X, 
4.330 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894695 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708597 STATION 
LIBERTY 
ST RET, 
4141, 
44.0 KV

42764313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2277673 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904463 BREAKER 
ROBAT WH 
TAP, 100.0 
KV

2708598 STATION 
LOCKHA
RT 
POWER 
CO DEL 
1, 1131, 
100.0 KV

42762271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 072 0

2280102 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906689 BREAKER 
ROBAT BL 
TAP, 100.0 
KV

2708598 STATION 
LOCKHA
RT 
POWER 
CO DEL 
1, 1131, 
100.0 KV

42762271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 775 0

2280205 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906781 BREAKER 
BK 1 33KV 
LT, 33.0 KV

2708598 STATION 
LOCKHA
RT 
POWER 
CO DEL 
1, 1131, 
100.0 KV

42762271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 550 0

2280319 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906884 BREAKER 
BK 3 33KV 
LT, 33.0 KV

2708598 STATION 
LOCKHA
RT 
POWER 
CO DEL 
1, 1131, 
100.0 KV

42762271 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 875 0
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2276310 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903218 BREAKER 
LOCKHART 
WH, 100.0 
KV

2708018 STATION 
LOCKHA
RT 
POWER 
CO DEL 
3, 1555, 
100.0 KV

42762547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2528 0

2276315 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 
17.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903223 BREAKER 
LOCKHART 
BL, 100.0 
KV

2708018 STATION 
LOCKHA
RT 
POWER 
CO DEL 
3, 1555, 
100.0 KV

42762547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2483 0

20378881 1203, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894586 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2214529 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892280 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 638 ON

2258850 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894584 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258851 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894584 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258852 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894584 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R07

2258853 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893614 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2258854 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893614 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2258855 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893614 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260768 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894586 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261480 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894586 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261513 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894585 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261514 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894585 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261515 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894585 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05
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2273575 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900797 BREAKER 
1204, 
12.47 KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 195 143 191

2274378 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901557 BREAKER 
1201, 
12.47 KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 251 157 125 126

2274379 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901558 BREAKER 
1203, 
12.47 KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 221 254 223

2277576 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904370 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278996 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905671 BREAKER 
1202, 
12.47 KV

2708345 STATION 
MASCOT 
RET, 
4223, 
44.0 KV

42763011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 704 253 193 172

2214287 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892816 CAPACITO
R BANK 
1A, 4.16 
KV, 2,400.0 
KVAR

2708419 STATION 
MICHELI
N N 
AMERIC
A SPTBG, 
4277, 
100.0 KV

42764527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 671 OFF
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2215285 1B,CAPACI
TOR BANK 
4.1 KV

CAPACITO
R

2892817 CAPACITO
R BANK 1B, 
4.16 KV, 
2,400.0 
KVAR

2708419 STATION 
MICHELI
N N 
AMERIC
A SPTBG, 
4277, 
100.0 KV

42764527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 466 ON

2277426 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904233 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708419 STATION 
MICHELI
N N 
AMERIC
A SPTBG, 
4277, 
100.0 KV

42764527 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 750

2274512 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901686 BREAKER 
PACWAY 
BL TAP, 
100.0 KV

2709360 STATION 
MIDWAY 
SS, 4281, 
100.000 
KV

42762367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0117 0

2277177 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904019 BREAKER 
BK 2 33KV 
LT, 33.0 KV

2709360 STATION 
MIDWAY 
SS, 4281, 
100.000 
KV

42762367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0065 0

2277203 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904037 BREAKER 
BK 1 33KV 
LT, 33.0 KV

2709360 STATION 
MIDWAY 
SS, 4281, 
100.000 
KV

42762367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0105 0

2278000 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904765 BREAKER 
JORDAN, 
100.0 KV

2709360 STATION 
MIDWAY 
SS, 4281, 
100.000 
KV

42762367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9976 0

M-100 Sub 163 
PSDR2-2



2278444 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905144 BREAKER 
PACWAY 
WH TAP, 
100.0 KV

2709360 STATION 
MIDWAY 
SS, 4281, 
100.000 
KV

42762367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0728 0

2215424 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892676 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2709321 STATION 
MILLIKE
N & CO 
CREATEX 
PL, 4286, 
44.0 KV

42763360 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 OFF

2215730 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892677 CAPACITO
R BANK 1B, 
0.6 KV, 
1,800.0 
KVAR

2709321 STATION 
MILLIKE
N & CO 
CREATEX 
PL, 4286, 
44.0 KV

42763360 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1813 OFF

2256795 1202,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894614 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R16

2259870 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893485 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R16

2260941 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893485 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R16

2260975 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893485 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R16

M-100 Sub 163 
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2272856 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900108 BREAKER 
1201, 
12.47 KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00252 210 204 213

2276599 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903483 BREAKER 
44KV HT, 
44.0 KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00679 0

2279086 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905755 BREAKER 
1202, 
12.47 KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00622 202 228 218

2416345 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894614 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R16

2416346 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894614 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708430 STATION 
MOORE 
RET, 
4321, 
44.0 KV

42763137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L15 R16

2438604 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900063 BREAKER 
PACWAY 
BL, 100.0 
KV

2708385 STATION 
MORRIS 
SW STA, 
1554, 
100.0 KV

42762225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0149 0

2438611 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907589 BREAKER 
MIDWAY 
BL, 100.0 
KV

2708385 STATION 
MORRIS 
SW STA, 
1554, 
100.0 KV

42762225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0113 0

M-100 Sub 163 
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2438612 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907596 BREAKER 
MIDWAY 
WH, 100.0 
KV

2708385 STATION 
MORRIS 
SW STA, 
1554, 
100.0 KV

42762225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0120 0

2438613 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900119 BREAKER 
PACWAY 
WH, 100.0 
KV

2708385 STATION 
MORRIS 
SW STA, 
1554, 
100.0 KV

42762225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0099 0

2256885 1206, 
REGULATO
R 1PH, 
PHASE X, 
7,200.000 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893670 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2258383 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893670 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2258389 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893670 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2258393 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893671 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2258429 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893672 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

M-100 Sub 163 
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2260068 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893671 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2260272 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893672 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2260767 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3175660 REGULATO
R 
1202,PHAS
E 1.0, 
250.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2273086 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900324 BREAKER 
1206, 
12.47 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 210 270 229

2277447 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904254 BREAKER 
1207, 
12.47 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 338 243 240 177

2277459 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904266 BREAKER 
1208, 
12.47 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 163 153 178

2443013 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893671 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

M-100 Sub 163 
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2830142 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175631 BREAKER 
BK 1&2 
BUS TIE, 
13.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0 0 0

2830546 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175618 BREAKER 
BK 1 LT, 
13.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 464 527 535

2830560 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900332 BREAKER 
BK 2  LT, 
12.47 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 572 632 545

2846359 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175634 BREAKER 
1202, 13.0 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 226 266 257

2846361 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175638 BREAKER 
1203, 13.0 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 244 271 284

2846363 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3175625 BREAKER 
AUX CB, 
13.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0 0 0

2874513 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893672 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

M-100 Sub 163 
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2875056 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3175660 REGULATO
R 
1202,PHAS
E 1.0, 
250.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2875057 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3175660 REGULATO
R 
1202,PHAS
E 1.0, 
250.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2875217 12AX,REG
ULATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3175724 REGULATO
R 
12AX,PHAS
E 0.0, 
333.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2875225 12AX,REG
ULATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3175724 REGULATO
R 
12AX,PHAS
E 0.0, 
333.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2875228 12AX,REG
ULATOR 
1PH,PHASE 
X, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3175724 REGULATO
R 
12AX,PHAS
E 0.0, 
333.0 KV

2710207 STATION 
MUD 
CREEK 
RD RET, 
1983, 
100.0 KV

42761978 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20366998 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41716362 BREAKER 
1202, 
13.000 KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 352 0 0 0

2275379 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3030878 BREAKER 
BK 1 13KV 
LT, 13.0 KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 422 371 488

2369249 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3030882 BREAKER 
1203, 13.0 
KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 226 337 433
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2369250 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3030880 BREAKER 
1201, 13.0 
KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 185 169 228

2410951 1200, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
667.0 KVA

REGULATO
R

3030893 REGULATO
R 
1200,PHAS
E 1.0, 6.9 
KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2410954 1200, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
667.0 KVA

REGULATO
R

3030893 REGULATO
R 
1200,PHAS
E 1.0, 6.9 
KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2410956 1200, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
667.0 KVA

REGULATO
R

3030893 REGULATO
R 
1200,PHAS
E 1.0, 6.9 
KV

2709531 STATION 
NEW 
CUT RD 
RET, 
2625, 
100.000 
KV

42765210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2214063 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892318 CAPACITO
R BANK 
3A, 24.0 
KV, 4,200.0 
KVAR

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 OFF

2214419 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892317 CAPACITO
R BANK 
1A, 24.0 
KV, 4,200.0 
KVAR

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 870 OFF

2255169 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859235 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral

2255186 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859234 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral
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2275176 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902277 BREAKER 
NEWBERRY 
CITY DEL 3, 
24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0764 0 0 0 0

2275826 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902757 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9973 0 0 0 0

2277711 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904497 BREAKER 
PROSPERIT
Y, 24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0605 0 158 158 158

2278015 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 5.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904774 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0518 0 0 0 0

2278183 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 2.2 
CYCLES

CIRCUIT 
BREAKER

2904926 BREAKER 
NEWBERRY 
CITY DEL 
1&2, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0079 0 0 0 0

2278184 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 2.2 
CYCLES

CIRCUIT 
BREAKER

2904927 BREAKER 
OAKLAND, 
24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0448 0 0 0 0

2278187 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 2.2 
CYCLES

CIRCUIT 
BREAKER

2904930 BREAKER 
24AX, 24.0 
KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0156 0 0 0 0
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2279688 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906312 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1570 0

2447768 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906067 BREAKER 
BUS 1&3 
24KV TIE, 
24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0038 0 0 0

2451610 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906076 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0037 0 0 0

2456851 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906075 BREAKER 
BK 3 24KV  
LT, 24.0 KV

2708610 STATION 
NEWBER
RY MN, 
1180, 
100.000 
KV

42762603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0103 0 0 0

2255212 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861265 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 4.16 
KV

2710245 STATION 
NORBOR
D INC, 
5241, 
100.0 KV

42764341 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215873 1A CAPACITO
R

2893341 CAPACITO
R BANK 
1A, 0.0 KV, 
5,400.0 
KVAR

2710194 STATION 
OMNISO
URCE 
SOUTHE
AST LLC, 
1958, 
100.0 KV

42765026 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2129 OFF

20796465 BREAKER 
VAC, 27.6 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42598560 BREAKER 
BK 2 LT, 
24.940 KV

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0359 0 243.70 238.73 252.11
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20796466 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42598561 BREAKER 
2404, 
24.940 KV

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0329 1

20796467 BREAKER 
VAC, 27.6 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42598562 BREAKER 
2405, 
24.940 KV

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0342 1 257.84 249.01 267.02

20797220 2404, 
REGULATO
R 1PH, 
PHASE Z, 
14,400.0 
KV

BUSHING 42598567 REGULATO
R BANK 
2404

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20797224 2404, 
REGULATO
R 1PH, 
PHASE Y, 
14,400.0 
KV

REGULATO
R

42598567 REGULATO
R BANK 
2404

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20797225 2404, 
REGULATO
R 1PH, 
PHASE X, 
14,400.0 
KV

REGULATO
R

42598567 REGULATO
R BANK 
2404

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20797229 2405, 
REGULATO
R 1PH, 
PHASE X, 
14,400.0 
KV

REGULATO
R

42598568 REGULATO
R BANK 
2405

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

20797230 2405, 
REGULATO
R 1PH, 
PHASE Y, 
14,400.0 
KV

REGULATO
R

42598568 REGULATO
R BANK 
2405

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

20797231 2405, 
REGULATO
R 1PH, 
PHASE Z, 
14,400.0 
KV

REGULATO
R

42598568 REGULATO
R BANK 
2405

3023333 STATION 
OWINGS 
RET, 
2683, 
100.0 KV

42761866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R06
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2215609 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891932 CAPACITO
R BANK 
1A, 13.0 
KV, 2,400.0 
KVAR

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2257490 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894707 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2257491 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894707 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2259810 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894707 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

2278007 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904769 BREAKER 
1201, 
12.47 KV

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 725 1 260 207 260

2872624 1B CAPACITO
R

2893187 CAPACITO
R BANK 1B, 
0.0 KV, 
2,400.0 
KVAR

2710051 STATION 
PACOLET 
RET, 
4451, 
44.0 KV

42763376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215335 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893413 CAPACITO
R BANK 01, 
100.0 KV, 
100,800.0 
KVAR

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 546 OFF

2274544 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901717 BREAKER 
CBK 1 BRK, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 098 0
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2276002 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902926 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 951 0

2276003 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902927 BREAKER 
LAWSONS 
FORK WH, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 953 0

2276004 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902928 BREAKER 
BEAVER 
WH, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2276005 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902929 BREAKER 
ROBAT BL, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 956 0

2276006 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902930 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 0

2276007 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902931 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 952 0

2276008 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902932 BREAKER 
GLEN 
SPRINGS 
BL, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 963 2
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2276010 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902934 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 951 0

2276011 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902935 BREAKER 
PACWAY 
BL, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 172 0

2276012 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902936 BREAKER 
LAWSONS 
FORK BL, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 026 0

2276013 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902937 BREAKER 
ROBAT 
WH, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 180 0

2276014 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902938 BREAKER 
BEAVER 
BL, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2276015 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902939 BREAKER 
PACWAY 
WH, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 954 0

2276016 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902940 BREAKER 
GLEN 
SPRINGS 
WH, 100.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 265 0
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2276984 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903840 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 0

2278457 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905156 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 022 0

2278502 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905200 BREAKER 
AVON WH, 
100.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 587 0

2280242 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906816 BREAKER 
RODDEY 
WH, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 119 0

2280358 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906923 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 729 0

2280359 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906924 BREAKER 
KELSEY 
CREEK BL, 
230.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 042 0

2280452 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907009 BREAKER 
RODDEY 
BL, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 962 0
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2280454 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907011 BREAKER 
KELSEY 
CREEK WH, 
230.0 KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 984 0

2280455 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907012 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 780 0

2280534 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907081 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 597 0

2385015 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905020 BREAKER 
GOUCHA 
WH, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 0

2432552 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906807 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 197 0

2432553 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905019 BREAKER 
GOUCHA 
BL, 230.0 
KV

2708442 STATION 
PACOLET 
TIE, 
1267, 
230.0 KV

42762334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0
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20650687 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907013 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20650692 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906329 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20650696 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906275 BREAKER 
230KV RED 
BUS JCT, 
230.000 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20650700 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42363575 BREAKER 
230KV 
YELLOW 
BUS JCT, 
230.000 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20650704 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906925 BREAKER 
LONDON 
CREEK BL, 
230.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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20650706 BREAKER 
GAS, ABC 
PH, 
245.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906469 BREAKER 
PEACH 
VALLEY BL, 
230.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20798880 BREAKER 
GAS, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907088 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20798882 BREAKER 
GAS, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2907083 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273072 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900310 BREAKER 
COOPER 
MILL, 44.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274308 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901493 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276756 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903630 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277066 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903922 BREAKER 
FERNWOO
D BL, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2277068 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903924 BREAKER 
FERNWOO
D WH, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278195 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904937 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278196 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 28 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904938 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278630 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905324 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278657 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905349 BREAKER 
CLIFTON, 
44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278658 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905350 BREAKER 
THICKETTY, 
44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278659 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905351 BREAKER 
WHITNEY, 
44.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



2278660 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905352 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279555 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906195 BREAKER 
ELBERTA 
BL, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280252 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906825 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280365 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906929 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280461 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907018 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280718 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907249 BREAKER 
ELBERTA 
WH, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280927 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907447 BREAKER 
CHEROKEE 
WH, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



2280991 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907503 BREAKER 
CHEROKEE 
BL, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2443647 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905030 BREAKER 
PEACH 
VALLEY 
WH, 230.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2443648 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905029 BREAKER 
LONDON 
CREEK WH, 
230.0 KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2450623 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902542 BREAKER 
HYSTRON 
BL, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2450624 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903912 BREAKER 
HYSTRON 
WH, 100.0 
KV

2711094 STATION 
PEACH 
VALLEY 
TIE, 
1441, 
230.0 KV

42762358 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255373 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894688 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261167 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894687 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

M-100 Sub 163 
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2275535 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902482 BREAKER 
1203, 
12.47 KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1556 0 244 225 258

2275542 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902489 BREAKER 
1202, 
12.47 KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1565 0 154 115 108

2275548 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902494 BREAKER 
1201, 
12.47 KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1362 0 142 109 125

2435286 1201,REGU
LATOR 
1PH,PHASE 
C, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894686 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2435525 1201,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894686 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2435527 1201,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894686 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708346 STATION 
PETERS 
CREEK 
RET, 
4506, 
44.0 KV

42762665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

20315261 1209, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

2894659 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

M-100 Sub 163 
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2257093 1212,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894661 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2257520 1212,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894661 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258017 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894657 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258186 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894657 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2258208 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894657 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R16

2258732 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894658 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

2258937 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893665 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

M-100 Sub 163 
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2259250 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893855 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R08

2259325 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893855 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2259327 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893855 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R08

2259597 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894660 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R14

2259598 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894660 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R14

2259599 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894660 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R14

2259600 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893779 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2259602 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893779 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2259605 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894659 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259606 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894659 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2259858 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894661 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260483 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894656 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2260720 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894656 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261185 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894658 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

M-100 Sub 163 
PSDR2-2



2261719 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894658 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2273795 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901007 BREAKER 
1208, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00315 124 143 150

2273911 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901113 BREAKER 
1210, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00657 0 268 255 252

2274152 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901345 BREAKER 
1211, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00962 0 370 366 363

2274327 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901508 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00090 0

2274572 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901743 BREAKER 
1207, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00324 0 247 249 243

2274801 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901957 BREAKER 
1204, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00332 198 191 188
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2277291 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904108 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99977 0 0 0

2277292 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904109 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00407 996 989 1043

2277293 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904110 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00384 883 884 918

2277491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904297 BREAKER 
1206, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00343 234 231 224

2277495 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904301 BREAKER 
1212, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99946 217 210 211

2277584 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904378 BREAKER 
1209, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00322 203 211 242

2278141 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904885 BREAKER 
12AX, 
12.47 KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00335 0 0 0 0
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2279324 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905978 BREAKER 
1205, 2.4 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00336 300 293 288

2464181 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893665 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2464184 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893665 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2838759 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894656 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2851164 1211,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
280.0 KVA

REGULATO
R

2893779 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709044 STATION 
PINEWO
OD RET, 
1038, 
100.0 KV

42764229 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2274946 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902095 BREAKER 
AVON WH 
N, 100.0 
KV

2708619 STATION 
PLANTAT
ION PIPE 
SPTBG 
PUMP, 
1467, 
100.0 KV

42762450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2274947 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902096 BREAKER 
AVON WH 
S, 100.0 KV

2708619 STATION 
PLANTAT
ION PIPE 
SPTBG 
PUMP, 
1467, 
100.0 KV

42762450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 963 0
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2255388 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894539 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2709338 STATION 
POPLAR 
SPRINGS 
SS, 1134, 
44.0 KV

42762166 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2256081 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894540 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709338 STATION 
POPLAR 
SPRINGS 
SS, 1134, 
44.0 KV

42762166 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2279292 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905951 BREAKER 
BK 2 
12.5KV HT, 
12.47 KV

2709338 STATION 
POPLAR 
SPRINGS 
SS, 1134, 
44.0 KV

42762166 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0231

2279296 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905954 BREAKER 
1202, 
12.47 KV

2709338 STATION 
POPLAR 
SPRINGS 
SS, 1134, 
44.0 KV

42762166 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0367 0.462 0.497 0.481

2279298 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905956 BREAKER 
1201, 
12.47 KV

2709338 STATION 
POPLAR 
SPRINGS 
SS, 1134, 
44.0 KV

42762166 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0441 1.168 1.001 1.124

2275833 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902762 BREAKER 
BK 1 24KV 
HT, 24.0 
KV

2708022 STATION 
PROSPER
ITY 
TOWN 
OF, 
1577, 
24.0 KV

42765217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0116 0 1.02 1.21 1.25

2215279 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892921 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2710052 STATION 
SIEMENS 
ENERGY 
& AUTO 
INC, 
4751, 
44.0 KV

42764493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 OFF
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2261863 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894720 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2710714 STATION 
SINCLAIR 
AVE 
DIST, 
4757, 
13.000 
KV

42765012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2261864 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894720 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2710714 STATION 
SINCLAIR 
AVE 
DIST, 
4757, 
13.000 
KV

42765012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261865 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894720 REGULATO
R 
0401,PHAS
E 0.0, 0.0 
KV

2710714 STATION 
SINCLAIR 
AVE 
DIST, 
4757, 
13.000 
KV

42765012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2276292 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903203 BREAKER 
0401, 4.16 
KV

2710714 STATION 
SINCLAIR 
AVE 
DIST, 
4757, 
13.000 
KV

42765012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0002 0 1.99 1.91 1.59

2280900 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907423 BREAKER 
12.5KV HT, 
12.47 KV

2710714 STATION 
SINCLAIR 
AVE 
DIST, 
4757, 
13.000 
KV

42765012 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0798 0 0.80 1.00 1.00

20489307 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42048584 BREAKER 
2401, 
24.000 KV

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00345 0 0 0

20489308 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42048585 BREAKER 
2402, 
24.000 KV

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0346 48 48 48
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20489309 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42048586 BREAKER 
BK 1 24KV 
LT, 24.000 
KV

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00330 48 49 48

20489310 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 1,200.0 
AMPS, 
130.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42048587 BREAKER 
BK 1 100KV 
HT, 24.000 
KV

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000129 0

2259793 2402, 
REGULATO
R 1PH, 
PHASE Y, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049764 REGULATO
R BANK 
2402

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2259922 2402, 
REGULATO
R 1PH, 
PHASE X, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049764 REGULATO
R BANK 
2402

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2261804 2402, 
REGULATO
R 1PH, 
PHASE Z, 
13.800 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049764 REGULATO
R BANK 
2402

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2420399 2401, 
REGULATO
R 1PH, 
PHASE Z, 
24.940 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049731 REGULATO
R BANK 
2401

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2431634 2401, 
REGULATO
R 1PH, 
PHASE X, 
24.940 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049731 REGULATO
R BANK 
2401

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA
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2431635 2401, 
REGULATO
R 1PH, 
PHASE Y, 
24.940 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

42049731 REGULATO
R BANK 
2401

3161306 STATION 
SOCK 
HILL RET, 
5570, 
100.000 
KV

42765481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

2215390 1A CAPACITO
R

2893265 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 716 OFF

2257799 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893752 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257928 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893752 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257934 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893752 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260096 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893753 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2260097 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893753 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01
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2260255 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893751 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260256 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893751 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260339 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893751 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261406 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893753 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R07

2274092 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901288 BREAKER 
1201, 
12.47 KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 216 231 220

2274093 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901289 BREAKER 
1202, 
12.47 KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 263 240 252 244

2274094 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901290 BREAKER 
1203, 
12.47 KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 298 186 213 211
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2274095 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901291 BREAKER 
CBK 1 BRK, 
12.47 KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 716

2274212 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901402 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710042 STATION 
SOUTHP
ORT RD 
RET, 
2580, 
100.0 KV

42762617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 486 527 511

2213940 1C,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892700 CAPACITO
R BANK 1C, 
4.16 KV, 
1,800.0 
KVAR

2708423 STATION 
SPARTA
NBURG 
AUTOM
OTIVE 
INC, 
4800, 
44.0 KV

42764711 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214151 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892699 CAPACITO
R BANK 1B, 
4.16 KV, 
1,800.0 
KVAR

2708423 STATION 
SPARTA
NBURG 
AUTOM
OTIVE 
INC, 
4800, 
44.0 KV

42764711 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215017 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892698 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708423 STATION 
SPARTA
NBURG 
AUTOM
OTIVE 
INC, 
4800, 
44.0 KV

42764711 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215536 1A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893267 CAPACITO
R BANK 
1A, 44.0 
KV, 3,600.0 
KVAR

2709339 STATION 
STERILIT
E CORP 
OF SC, 
2574, 
100.0 KV

42763193 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1584 ON

2273794 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901006 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709339 STATION 
STERILIT
E CORP 
OF SC, 
2574, 
100.0 KV

42763193 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 695
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2843276 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174199 BREAKER 
BK 1 13KV 
LT, 13.0 KV

3066460 STATION 
TORAY 
INDUSTR
IES, 
2730, 
100.0 KV

42761644 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 355 352 343

2276741 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903615 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710738 STATION 
TRELLEB
ORG 
COATED 
SYSTEMS 
STA1, 
4596, 
44.0 KV

42763470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91374 0

2256777 2401,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894592 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2256779 2401,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894592 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2258475 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893797 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2258476 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893797 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261412 2401,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2894592 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04
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2261530 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894591 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261531 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894591 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261727 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894591 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261937 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893797 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2273146 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900383 BREAKER 
1201, 
12.47 KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0285 83.1 94.6 102.2

2274634 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
23.5 KV, 
600 AMPS, 
6.3 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901802 BREAKER 
2401, 24.0 
KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0004 0 101.5 96.8 92.3

2277325 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904139 BREAKER 
1202, 
12.47 KV

2708309 STATION 
TRINITY 
RIDGE 
RET, 
4965, 
44.0 KV

42762981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9964 130.6 133.6 165.6
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20025955 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

20272190 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905713 BREAKER 
1202, 
12.47 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0344 47.49 56.45 50.73

20272194 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41417808 BREAKER 
1203, 
12.470 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0393 165.56 191.57 176.87

20275631 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41399250 REGULATO
R 1203, 
13.200 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

20275632 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

41399250 REGULATO
R 1203, 
13.200 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R08

20275639 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900590 BREAKER 
1201, 
12.47 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0355 51.40 25.85 30.12
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20567029 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

41399250 REGULATO
R 1203, 
13.200 KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2257576 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2435307 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708639 STATION 
TUMBLI
NG 
SHOALS 
SS, 4975, 
44.000 
KV

42764233 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2214426 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892704 CAPACITO
R BANK 
3A, 13.0 
KV, 4,800.0 
KVAR

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00957 OFF

2214585 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892703 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01793 OFF

2215541 3B CAPACITO
R

2893023 CAPACITO
R BANK 3B, 
0.0 KV, 
4,800.0 
KVAR

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0236 OFF

2215542 1B CAPACITO
R

2892983 CAPACITO
R BANK 1B, 
0.0 KV, 
4,800.0 
KVAR

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0191 OFF

2255154 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858560 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06
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2255359 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2858561 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2273405 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900633 BREAKER 
1206, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01648 0 243 274 256

2273440 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900667 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00124 0

2273476 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900701 BREAKER 
1205, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01731 0 275 275 277

2274069 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901266 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 0 0 0

2274076 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901273 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01793

2275697 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902632 BREAKER 
1211, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01282 0 264 234 230
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2275700 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902635 BREAKER 
1212, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00968 0 184 218 214

2275747 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902681 BREAKER 
1207, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01254 0 227 254 222

2276073 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902996 BREAKER 
1210, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00141 0 142 133 121

2277008 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903864 BREAKER 
BK 1&3 
100KV HT, 
100.0 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0068 0

2277464 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904271 BREAKER 
1209, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00313 218 224 209

2280526 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907075 BREAKER 
12AX, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00849 0 0 0 0

2280785 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907316 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99942

M-100 Sub 163 
PSDR2-2



2280786 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907317 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709050 STATION 
UNA 
RET, 
1393, 
100.0 KV

42764334 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00045

20367093 BREAKER,  
GAS,  ABC 
PH,  100 
KV,  123 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2903837 BREAKER 
TIGER WH, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00015 1

2214559 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892705 CAPACITO
R BANK 01, 
44.0 KV, 
16,800.0 
KVAR

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01630 OFF

2215717 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893115 CAPACITO
R BANK 05, 
100.0 KV, 
75,600.0 
KVAR

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 002186 OFF

2275640 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902576 BREAKER 
WADSWO
RTH BL, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00015 0

2275641 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902577 BREAKER 
WADSWO
RTH WH, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00095 0

2275794 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902726 BREAKER 
VANDERBI
LT BL, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00193 0
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2275796 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902728 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00008 0

2275797 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902729 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00003 0

2276120 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903039 BREAKER 
KNOLLWO
OD WH, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00195 1

2276395 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903294 BREAKER 
SIGSBEE A, 
44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01333 0

2276396 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903295 BREAKER 
SIGSBEE B, 
44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01367 0

2276397 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903296 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00832 0

2276406 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903304 BREAKER 
VANDERBI
LT NO 2, 
44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01172 0
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2276407 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903305 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00765 0

2276408 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903306 BREAKER 
JACKSON, 
44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01637 0

2276581 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903465 BREAKER 
SOCK HILL, 
44.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01511 0

2276977 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903833 BREAKER 
KNOLLWO
OD BL, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01026 0

2276978 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903834 BREAKER 
TIGER BL, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00400 0

2276979 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903835 BREAKER 
PINEWOO
D WH, 
100.0 KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00094 0

2276980 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903836 BREAKER 
PINEWOO
D BL, 100.0 
KV

2711060 STATION 
W 
SPARTA
NBURG 
TIE, 
1116, 
100.0 KV

42762526 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99938 0
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2255039 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 3045686 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2255365 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2858164 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2274566 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901737 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00118 0

2277785 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904565 BREAKER 
1208, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00454 304 296 287

2278933 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905611 BREAKER 
12AX, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00302 0 0 0

2278981 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905656 BREAKER 
1207, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00315 262 258 275

2278993 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905668 BREAKER 
1211, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00396 223 237 236
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2278998 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905673 BREAKER 
1212, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00356 127 108 114

2279186 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905849 BREAKER 
1209, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 276 274 278

2279488 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906131 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0015 346 334 341

2411788 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045687 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00093 0 0 0

2411790 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3045688 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709126 STATION 
WADSW
ORTH 
RET, 
1691, 
100.0 KV

42763691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 825 818 826

20596058 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 1,200.0 
AMPS, 
10.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900953 BREAKER 
2401, 24.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0031981 81 82 81
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2256810 2401,REGU
LATOR 
1PH,PHASE 
Y, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893638 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2256811 2401,REGU
LATOR 
1PH,PHASE 
X, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893638 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2256827 2401,REGU
LATOR 
1PH,PHASE 
Z, 14,400.0 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893638 REGULATO
R 
2401,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258970 2402,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893911 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258986 2402,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893911 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258987 2402,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893911 REGULATO
R 
2402,PHAS
E 0.0, 13.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2273738 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900952 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 148 151 145
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2275163 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902264 BREAKER 
2402, 24.0 
KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00210 73 75 69

2277997 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904762 BREAKER 
MICHELIN 
TIRE TAP, 
100.0 KV

2708348 STATION 
WALDEN 
RET, 
1579, 
100.0 KV

42762493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02332 0

2257932 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894618 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2260479 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894618 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2260480 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894618 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2275296 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902373 BREAKER 
1205, 
12.47 KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1101 0 70 74 76

2275310 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902383 BREAKER 
1206, 
12.47 KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1019 0 69 67 55
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2275982 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902906 BREAKER 
1204, 
12.47 KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0021 0 28 29 31

2278409 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905114 BREAKER 
WHITMIRE 
TAP, 100.0 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1886 0

2420371 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894619 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L01

2420372 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894619 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2420374 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894619 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2707992 STATION 
WHITMI
RE RET, 
1395, 
100.0 KV

42761949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L02

2257947 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894596 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2258231 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894594 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01
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2258267 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894596 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R05

2258269 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894596 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R08

2258865 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894595 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2260597 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894595 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2260600 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894594 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2260780 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894594 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2260807 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894595 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

M-100 Sub 163 
PSDR2-2



2273920 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901122 BREAKER 
1202, 
12.47 KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1658 0 250 298 238

2279059 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905731 BREAKER 
1201, 
12.47 KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1011 60 68 72

2280959 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907475 BREAKER 
1203, 
12.47 KV

2710053 STATION 
WOODR
UFF RET, 
5111, 
69.0 KV

42763384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1876 0 218 214 245

20615000 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906616 BREAKER 
GLEN 
SPRINGS 
BL, 100.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0036 0

20615085 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906707 BREAKER 
GLEN 
SPRINGS 
WH, 100.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0027 0

2213926 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892493 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214670 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892494 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

M-100 Sub 163 
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2276622 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903503 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1623 0

2276681 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903559 BREAKER 
ENOREE 
NO 1, 44.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1121 0

2276683 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903561 BREAKER 
SWITZER, 
44.0 KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0718 0

2276684 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903562 BREAKER 
ENOREE 
NO 2, 44.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0990 0

2276685 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903563 BREAKER 
PERRIN, 
44.0 KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1190 1

2276687 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903565 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0981 0

2276688 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903566 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0783 0
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2276691 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903569 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9978 0

2277974 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2904742 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709340 STATION 
WOODR
UFF TIE, 
1202, 
100.0 KV

42762518 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1317 0

2394963 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034641 BREAKER 
ZF TAP, 
100.0 KV

3023121 STATION 
ZF 
TRANS 
GVILLE 
TAP, 
2682, 
100.000 
KV

42762408 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0053 0

2387832 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034548 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

3019480 STATION 
ZF 
TRANSM
ISSIONS 
GVILLE 
LLC, 
2678, 
100.0 KV

42762744 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0512

2392690 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3034549 BREAKER 
CBK 1C 
BRK, 12.47 
KV

3019480 STATION 
ZF 
TRANSM
ISSIONS 
GVILLE 
LLC, 
2678, 
100.0 KV

42762744 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0079

2396940 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

3034677 CAPACITO
R BANK 
1A, 13.0 
KV, 4,800.0 
KVAR

3019480 STATION 
ZF 
TRANSM
ISSIONS 
GVILLE 
LLC, 
2678, 
100.0 KV

42762744 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 ON
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2396941 1B,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3034678 CAPACITO
R BANK 1B, 
13.8 KV, 
4,800.0 
KVAR

3019480 STATION 
ZF 
TRANSM
ISSIONS 
GVILLE 
LLC, 
2678, 
100.0 KV

42762744 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 125 OFF

2396942 1C,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3034679 CAPACITO
R BANK 1C, 
13.8 KV, 
4,800.0 
KVAR

3019480 STATION 
ZF 
TRANSM
ISSIONS 
GVILLE 
LLC, 
2678, 
100.0 KV

42762744 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS45 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 OFF

20025142 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012389 BREAKER 
GSU ST 10, 
100.0 KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 1

20025166 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012393 BREAKER 
GSU CT11, 
100.0 KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

20025173 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012394 BREAKER 
GSU CT 12, 
100.0 KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 0

20025180 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40012395 BREAKER 
BROADWA
Y BL, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0
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20025188 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012403 BREAKER 
BROADWA
Y WH, 
100.0 KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

20025229 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012424 BREAKER 
TOXAWAY 
BL, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

20025236 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012425 BREAKER 
TOXAWAY 
WH, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0

20025244 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012426 BREAKER 
100KV BUS 
TIE BRK, 
100.0 KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

20025251 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012427 BREAKER 
100KV 
STATES 
BUS LINE 
#1, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

20025258 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012428 BREAKER 
100KV 
STATES 
BUS LINE 
#2, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

20025290 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012429 BREAKER 
100KV 
STATES 
BUS LINE 
#3, 100.0 
KV

42761650 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

M-100 Sub 163 
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20005175 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40000284 REGULATO
R 
1205,PHAS
E 3.0, 
250.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2259244 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40000284 REGULATO
R 
1205,PHAS
E 3.0, 
250.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2259575 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40000284 REGULATO
R 
1205,PHAS
E 3.0, 
250.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2871481 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000281 BREAKER 
1205, 13.0 
KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 194.1 236.9 202.2

20025142 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012389 BREAKER 
GSU ST 10, 
100.0 KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 77 0

20025166 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012393 BREAKER 
GSU CT11, 
100.0 KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 35 0

20025173 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012394 BREAKER 
GSU CT 12, 
100.0 KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 42 0
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20025180 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

40012395 BREAKER 
BROADWA
Y BL, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 27 0

20025188 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012403 BREAKER 
BROADWA
Y WH, 
100.0 KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 23 0

20025229 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012424 BREAKER 
TOXAWAY 
BL, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 50 3

20025236 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012425 BREAKER 
TOXAWAY 
WH, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 48 0

20025244 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012426 BREAKER 
100KV BUS 
TIE BRK, 
100.0 KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 26 0

20025251 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012427 BREAKER 
100KV 
STATES 
BUS LINE 
#1, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 61 0
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20025258 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012428 BREAKER 
100KV 
STATES 
BUS LINE 
#2, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 72 0

20025290 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 90 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012429 BREAKER 
100KV 
STATES 
BUS LINE 
#3, 100.0 
KV

43130785 NORMAL 
STATION 
INSPECTIO
N - W.S. 
LEE 
COMBINED 
CYCLE STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 61 0

2279742 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906362 BREAKER 
ABBEVILLE 
CITY, 44.0 
KV

2709313 STATION 
ABBEVIL
LE CITY, 
1391, 
44.0 KV

42762736 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2082 0

2259785 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894487 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708560 STATION 
ABBEVIL
LE RET, 
3002, 
44.0 KV

42762678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2259804 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894487 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708560 STATION 
ABBEVIL
LE RET, 
3002, 
44.0 KV

42762678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2259808 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894487 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708560 STATION 
ABBEVIL
LE RET, 
3002, 
44.0 KV

42762678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2274731 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901894 BREAKER 
1201, 
12.47 KV

2708560 STATION 
ABBEVIL
LE RET, 
3002, 
44.0 KV

42762678 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 243 273 277
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2278847 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905527 BREAKER 
44KV HT, 
44.0 KV

2708069 STATION 
AMER 
HOUSE 
SPINNIN
G, 3042, 
44.0 KV

42764251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0

2215405 1C,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2893422 CAPACITO
R BANK 1C, 
2.4 KV, 
1,500.0 
KVAR

2708148 STATION 
ANDERS
ON 
REGION
AL 
WATER 
SYSTEM, 
3599, 
44.0 KV

42762396 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 734 OFF

2215795 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2891871 CAPACITO
R BANK 
1A, 2.4 KV, 
1,800.0 
KVAR

2708148 STATION 
ANDERS
ON 
REGION
AL 
WATER 
SYSTEM, 
3599, 
44.0 KV

42762396 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2909 OFF

2215825 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2893274 CAPACITO
R BANK 1B, 
2.4 KV, 
1,500.0 
KVAR

2708148 STATION 
ANDERS
ON 
REGION
AL 
WATER 
SYSTEM, 
3599, 
44.0 KV

42762396 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5391 OFF

2214071 05 CAPACITO
R

2893054 CAPACITO
R BANK 05, 
0.0 KV, 
16,800.0 
KVAR

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 793 OFF

2214072 06 CAPACITO
R

2893055 CAPACITO
R BANK 06, 
0.0 KV, 
16,800.0 
KVAR

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 420 ON

2215127 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892023 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 785 OFF
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2272841 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900093 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 0

2273402 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900630 BREAKER 
CHICKASA
W WH, 
230.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 0

2273403 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900631 BREAKER 
CHICKASA
W BL, 
230.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0

2273676 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900893 BREAKER 
FIBER WH, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 202 0

2273677 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900894 BREAKER 
FIBER BL, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0

2273678 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900895 BREAKER 
RAINEY 
ANDERSO
N NO 2, 
230.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0

2273679 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900896 BREAKER 
RAINEY 
ANDERSO
N NO 1, 
230.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 0
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2273683 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900900 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 0

2273684 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900901 BREAKER 
HARTWELL 
BL, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0

2273685 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900902 BREAKER 
HARTWELL 
WH, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 198 0

2273686 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900903 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

2273828 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901040 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0

2273832 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901044 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 183 0

2273833 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901045 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 229 0
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2273862 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901071 BREAKER 
GLAS BL, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 158 0

2273864 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901072 BREAKER 
WESTLAKE 
WH, 100.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 245 0

2273865 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901073 BREAKER 
WESTLAKE 
BL, 100.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 170 0

2273917 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901119 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 224 0

2273918 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901120 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 238 0

2274003 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901201 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 0

2274168 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901361 BREAKER 
CBK 1 BRK, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0
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2275062 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902197 BREAKER 
AKENS 
WH, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2275063 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902198 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 172 0

2275068 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902203 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0

2275069 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902204 BREAKER 
GLAS WH, 
100.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2275257 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906178 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2275258 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906525 BREAKER 
GREGG, 
44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 0

2275259 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903527 BREAKER 
GLUCK, 
44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0
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2278004 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904767 BREAKER 
CBK 5&6 
BRK, 44.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 111 0

2278568 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905264 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 542 0

2279633 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906263 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 469 0

2279936 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906542 BREAKER 
WHITNER, 
44.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0

2279947 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906551 BREAKER 
ORR, 44.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2280115 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906702 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 0

2280464 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907021 BREAKER 
AKENS BL, 
230.0 KV

2707938 STATION 
ANDERS
ON TIE, 
1013, 
230.0 KV

42762376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 517 0
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2279465 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906109 BREAKER 
BK 1 2.4KV 
LT, 2.4 KV

2711268 STATION 
AQUENE
RGY 
SYSTEMS 
WS 
HYDRO, 
1635, 
44.0 KV

42762443 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 717 724 730

2214046 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892484 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 312 ON

2214047 1B CAPACITO
R

2892485 CAPACITO
R BANK 1B, 
0.0 KV, 
3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 378 OFF

2214048 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892486 CAPACITO
R BANK 
2A, 13.0 
KV, 3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 ON

2214084 2B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892487 CAPACITO
R BANK 2B, 
13.0 KV, 
3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 765 OFF

2214086 3A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892488 CAPACITO
R BANK 
3A, 13.0 
KV, 3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 OFF
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2214091 3B CAPACITO
R

2892489 CAPACITO
R BANK 3B, 
0.0 KV, 
3,600.0 
KVAR

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 500 OFF

2277384 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904192 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 447 163 163 163

2277387 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904195 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 439 333 333 333

2277391 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904199 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 229 0 0 0

2279336 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905990 BREAKER 
CORONAC
A WEST, 
100.0 KV

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

2279456 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906102 BREAKER 
CORONAC
A EAST, 
100.0 KV

2711089 STATION 
ASCEND 
PERFOR
MANCE 
MATERI
ALS, 
1251, 
100.0 KV

42764645 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 0
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2214769 1A CAPACITO
R

2893119 CAPACITO
R BANK 
1A, 0.0 KV, 
2,700.0 
KVAR

2710782 STATION 
BASF 
CORP, 
3656, 
44.0 KV

42765247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0000 ON

2258676 12B1,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2893641 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710782 STATION 
BASF 
CORP, 
3656, 
44.0 KV

42765247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258677 12B1,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2893641 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710782 STATION 
BASF 
CORP, 
3656, 
44.0 KV

42765247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2258678 12B1,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893641 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710782 STATION 
BASF 
CORP, 
3656, 
44.0 KV

42765247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2276399 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903297 BREAKER 
44KV HT, 
44.0 KV

2710782 STATION 
BASF 
CORP, 
3656, 
44.0 KV

42765247 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 697 0

2256838 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894433 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257010 0403,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894434 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2257103 0403,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894434 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2257539 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894432 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2257726 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894433 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257728 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894433 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258777 0401,REGU
LATOR 
1PH,PHASE 
Y, 100.0 
KVA

REGULATO
R

2894432 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2258934 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894432 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2260024 0404,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894435 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260086 0404,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894435 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08
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2260838 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894437 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2260844 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894437 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2261068 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894437 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2261751 0404,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894435 REGULATO
R 
0404,PHAS
E 0.0, 4.1 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261995 0403,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894434 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2262042 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894436 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2262043 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894436 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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PSDR2-2



2262044 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894436 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2273896 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901102 BREAKER 
0403, 4.16 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1561 0 160 258 208

2273909 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901111 BREAKER 
0402, 4.16 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1437 0 244 256 338

2276134 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903052 BREAKER 
BK 2 22KV 
HT, 22.0 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0 0 0 0

2279051 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905723 BREAKER 
1201, 
12.47 KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1749 0 132 214 250

2280171 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906750 BREAKER 
1202, 
12.47 KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2410 0 219 192 188

2280502 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907055 BREAKER 
0401, 4.16 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 1 242 255 247
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2280689 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907221 BREAKER 
0404, 4.16 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 667 0 146 105 103

2281020 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 0 
CYCLES

CIRCUIT 
BREAKER

2907531 BREAKER 
BK 2 
4.16KV LT, 
4.16 KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2318 0 0 0 0

2452126 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063924 BREAKER 
1203, 
12.47 KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 111 121 95

2454651 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063937 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2454652 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063937 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2454653 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3063937 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708547 STATION 
BELTON 
RET, 
1470, 
44.0 KV

42762029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

20440241 BREAKER 
GAS, ABC 
PH, 44.000 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906206 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0
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20440252 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2903744 BREAKER 
BROADWA
Y WH, 
100.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0

20440281 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 1,200.0 
AMPS

CIRCUIT 
BREAKER

2906293 BREAKER 
PELZER, 
44.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 1

2276664 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903543 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 189 0

2276996 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903852 BREAKER 
HODGES 
WH, 100.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2277007 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903863 BREAKER 
BK 1,2&3 
100KV HT, 
100.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 09 1

2278398 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905103 BREAKER 
BROADWA
Y BL, 100.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 0

2278406 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905111 BREAKER 
ANDERSO
N BL, 100.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1066 2
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2278411 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905116 BREAKER 
ANDERSO
N WH, 
100.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 808 2

2279697 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906321 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 874 0

2279801 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906416 BREAKER 
HODGES 
BL, 100.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 952 0

2280042 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906633 BREAKER 
BELTON, 
44.0 KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 882 0

2280204 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906780 BREAKER 
HONEA 
PATH, 44.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 441 0

2280422 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906981 BREAKER 
WILLIAMST
ON, 44.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1042 0

2280506 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907058 BREAKER 
BLAIR, 44.0 
KV

2708548 STATION 
BELTON 
TIE, 
1106, 
100.000 
KV

42762253 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 907 0
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2215710 1A CAPACITO
R

2893246 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2707985 STATION 
BLUE 
RIDGE E 
C DEL 
12, 1349, 
115.0 KV

42762452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 381 OFF

2215711 1B CAPACITO
R

2893247 CAPACITO
R BANK 1B, 
0.0 KV, 
3,600.0 
KVAR

2707985 STATION 
BLUE 
RIDGE E 
C DEL 
12, 1349, 
115.0 KV

42762452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 OFF

2273030 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900269 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2707985 STATION 
BLUE 
RIDGE E 
C DEL 
12, 1349, 
115.0 KV

42762452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 381 143 145 144

2279380 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906030 BREAKER 
115KV HT, 
115.0 KV

2707985 STATION 
BLUE 
RIDGE E 
C DEL 
12, 1349, 
115.0 KV

42762452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 955 0

2277960 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904730 BREAKER 
44KV HT, 
44.0 KV

2710193 STATION 
BORG 
WARNER 
AUTOM
OTIVE, 
4969, 
44.0 KV

42762394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 607 0

2214088 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891628 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 OFF

2214817 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891629 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 570 OFF
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2256311 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893933 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2257088 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893933 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2257711 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893933 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259840 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893834 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2259842 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893834 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2275144 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902249 BREAKER 
1202, 
12.47 KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 88.0 136.6 169.2

2279105 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905771 BREAKER 
BLUE 
RIDGE E C 
DEL 13, 
12.47 KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 470 200 200 210
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2279108 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905774 BREAKER 
1201, 
12.47 KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 835 212.1 181.2 176.7

2280608 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907148 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 0000 0000 0000

2448238 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893834 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708100 STATION 
BOUNTY 
LAND SS, 
3180, 
100.0 KV

42763604 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

20654026 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894527 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708102 STATION 
BRADLEY 
RET, 
3189, 
44.0 KV

42763881 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

20654033 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894527 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708102 STATION 
BRADLEY 
RET, 
3189, 
44.0 KV

42763881 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

20654035 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894527 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708102 STATION 
BRADLEY 
RET, 
3189, 
44.0 KV

42763881 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2280994 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907506 BREAKER 
1201, 
12.47 KV

2708102 STATION 
BRADLEY 
RET, 
3189, 
44.0 KV

42763881 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4099 0 88 107 117

20471487 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905905 BREAKER 
1203, 
12.47 KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 227.4 218.0 249.7
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20471488 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907143 BREAKER 
1204, 
12.47 KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 377 199.2 214.6 166.0

20471489 1204, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2893680 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

20471491 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13,200.0 
KV

REGULATO
R

2893680 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

20471492 1204, 
REGULATO
R 1PH, 
PHASE Y, 
13,200.0 
KV

REGULATO
R

2893680 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2262081 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
250.0 KVA

REGULATO
R

2893630 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2374833 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893630 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709000 STATION 
BRANCH 
RD RET, 
3191, 
44.0 KV

42764401 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 L02

2279536 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906176 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0
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2279738 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906358 BREAKER 
BK 3 44KV 
HT, 44.0 
KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 0

2279740 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906360 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 455 0

2280045 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906636 BREAKER 
CHAPPELLS
, 44.0 KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 478 2

2280208 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906784 BREAKER 
WILSON 
CREEK, 
44.0 KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1357 0

2280698 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907229 BREAKER 
BELFAST, 
44.0 KV

2711145 STATION 
BUZZAR
D ROOST 
PL YARD, 
1647, 
44.0 KV

42762278 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1017 0

2257318 1205,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894468 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2258730 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894468 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01
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2258880 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894470 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2259202 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894463 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2259204 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894470 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R12

2259592 1206,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894470 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R12

2259896 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894463 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2259897 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894463 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2261704 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894468 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2274078 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901274 BREAKER 
1205, 
12.47 KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 916 0 328 284 283

2280870 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907395 BREAKER 
1206, 
12.47 KV

2710069 STATION 
BYRUM 
CREEK 
RET, 
1759, 
100.0 KV

42763342 NORMAL 
STATION 
INSPECTIO
N -BYRUM 
CREEK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 050 214 216 219

2215481 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892268 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708497 STATION 
CAPSUG
EL 
MANUF
ACTURIN
G INC, 
3295, 
44.0 KV

42764677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 597 OFF

2214034 1A CAPACITO
R

2893290 CAPACITO
R BANK 
1A, 0.0 KV, 
2,700.0 
KVAR

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 222 OFF

2256780 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257930 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893757 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2260341 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2260569 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893757 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2260571 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893756 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261974 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893757 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2274285 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901471 BREAKER 
1204, 
12.47 KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 197 180 182 178

2274286 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901472 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2231 0 0 0

2274313 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901496 BREAKER 
1201, 
12.47 KV

2710074 STATION 
CARTEE 
RD RET, 
5244, 
100.0 KV

42765216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 0 0 0

2258924 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893939 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02
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2258925 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893939 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2258929 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893939 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258976 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893941 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258978 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893941 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2259140 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893940 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2259161 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893941 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2259163 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893940 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

M-100 Sub 163 
PSDR2-2



2259164 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893940 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2275015 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902155 BREAKER 
BK 2 
12.5KV LT, 
13.0 KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00067 576 571 571

2275300 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902377 BREAKER 
1205, 13.0 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00116 62 122 74

2275301 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902378 BREAKER 
1206, 13.0 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00101 186 235 213

2275302 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902379 BREAKER 
1208, 13.0 
KV

2711175 STATION 
CATHEY 
RD RET, 
2622, 
100.0 KV

42762808 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00096 338 227 301

2258729 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
75.0 KVA

REGULATO
R

2894008 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708561 STATION 
CENTRAL 
RET, 
3342, 
44.0 KV

42763408 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R01

2258898 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894008 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708561 STATION 
CENTRAL 
RET, 
3342, 
44.0 KV

42763408 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02
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2258909 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894008 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708561 STATION 
CENTRAL 
RET, 
3342, 
44.0 KV

42763408 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2276416 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903311 BREAKER 
0401, 4.16 
KV

2708561 STATION 
CENTRAL 
RET, 
3342, 
44.0 KV

42763408 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2199 0

20048163 BREAKER,  
GAS, ,  100 
KV,  123 
KV,  3000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901064 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

20048181 BREAKER 
GAS, 
123.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901074 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

20822692 BREAKER 
GAS, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2900897 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 0

2272813 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900065 BREAKER 
CALHOUN 
BL, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0

2272838 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900090 BREAKER 
PRATT 
READ, 44.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 246 0
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2272839 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900091 BREAKER 
LIBERTY, 
44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 0

2273375 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900604 BREAKER 
AKENS BL, 
230.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 0

2273389 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900618 BREAKER 
WESTMINS
TER BL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 0

2273404 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900632 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 0

2273406 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2900634 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 0

2273542 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900767 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144 0

2273555 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900779 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 203 0

M-100 Sub 163 
PSDR2-2



2273556 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900780 BREAKER 
FISHER 
WH, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 214 0

2273610 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900830 BREAKER 
AKENS 
WH, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 456 0

2273611 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900831 BREAKER 
FISHER BL, 
230.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 0

2273696 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900913 BREAKER 
CENTRAL 
BL, 100.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 211 0

2273697 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900914 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 0

2273698 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900915 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 0

2273769 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900982 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99986 0
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2273770 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900983 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0

2273771 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900984 BREAKER 
WESTMINS
TER WH, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 197 0

2273856 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901065 BREAKER 
REFUGE 
WH, 100.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 191 0

2273857 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901066 BREAKER 
NORRIS BL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 187 0

2273858 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901067 BREAKER 
NORRIS 
WH, 100.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

2273859 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901068 BREAKER 
CENTRAL 
WH, 100.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 409 0

2273886 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903649 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

M-100 Sub 163 
PSDR2-2



2276788 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903659 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 386 0

2278005 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
72.5 KV, 
2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904768 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 181 0

2278322 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905049 BREAKER 
OCONEE 
BL, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 584 0

2278323 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905050 BREAKER 
CALHOUN 
WH, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99967 0

2278324 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905051 BREAKER 
OCONEE 
WH, 230.0 
KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 0

2278556 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905252 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

2278557 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905253 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 797 0

M-100 Sub 163 
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2278558 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905254 BREAKER 
KEOWEE, 
44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132 0

2278559 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905255 BREAKER 
PENDLETO
N, 44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99937 0

2278569 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905265 BREAKER 
CLEMSON, 
44.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 585 0

2278594 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905288 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99986 0

2278595 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905289 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

2278760 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905449 BREAKER 
ENKA WH, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99339 0

2278761 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905450 BREAKER 
SUMMEY 
ST WH, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1268 0

M-100 Sub 163 
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2278762 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905451 BREAKER 
SUMMEY 
ST BL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 0

2278892 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905571 BREAKER 
ENKA BL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 179 0

2443063 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905448 BREAKER 
FANT BL, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 197 0

2443064 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3066471 BREAKER 
FANT WH, 
100.0 KV

2710056 STATION 
CENTRAL 
TIE, 
1285, 
230.000 
KV

42762398 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2255353 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859204 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 44.0 
KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255357 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859203 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 44.0 
KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274373 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901552 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

M-100 Sub 163 
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2274929 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902078 BREAKER 
BOND BL, 
100.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 0

2276547 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903433 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 684 0

2276721 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903598 BREAKER 
NINETY-
SIX, 44.0 
KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 416 1

2276723 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903600 BREAKER 
FOUNDRY, 
44.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276725 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903602 BREAKER 
FLORIDA, 
44.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 468 0

2278465 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905164 BREAKER 
BOND WH, 
100.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 750 0

2278466 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905165 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 545 0

M-100 Sub 163 
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2280346 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906911 BREAKER 
CLARK 
HILL, 115.0 
KV

2708381 STATION 
CLARK 
HILL TIE, 
1351, 
115.0 KV

42762414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1141 0

20524241 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 42110385 TRANSFOR
MER 01, 
100.000 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

20524277 LTC TYPE 
VACUUM, 
0.000 KV, 
LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 42110451 TRANSFOR
MER 02, 
100.000 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

20524377 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110473 BREAKER 
BK 1 
12.5KV LT, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 571.9 561.3 552.2

20524380 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110474 BREAKER 
BK 2 
12.5KV LT, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327 567 555.3 552.8

20524409 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110475 BREAKER 
BUS TIE 1, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 306.6 306.9 300.5
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20524410 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110476 BREAKER 
BUS TIE 2, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321 463.3 467 464.9

20524412 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110477 BREAKER 
1202, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 614.1 615.9 608.8

20524419 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110478 BREAKER 
1201, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 641.9 634.1 623.3

20524420 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42110479 BREAKER 
1203, 
12.500 KV

41399274 STATION 
CLEMSO
N UNIV 
STA 3, 
1045, 
100.000 
KV

42765543 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 626.6 613.6 606.1

20044158 1A, 
CAPACITO
R BANK 
13.000 KV

CAPACITO
R

40017828 CAPACITO
R BANK 
1A, 1A, 
12.500 KV, 
4,200.0 
KVAR

3068952 STATION 
COLOMB
O 
ENERGY 
INC, 
2734, 
100.0 KV

42761974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 ON

20044179 1B, 
CAPACITO
R BANK 
12.500 KV

CAPACITO
R

40017829 CAPACITO
R BANK 1B, 
1B, 12.500 
KV, 4,200.0 
KVAR

3068952 STATION 
COLOMB
O 
ENERGY 
INC, 
2734, 
100.0 KV

42761974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 238 ON

M-100 Sub 163 
PSDR2-2



2842861 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3174082 BREAKER 
BK2, 25.0 
KV

3068952 STATION 
COLOMB
O 
ENERGY 
INC, 
2734, 
100.0 KV

42761974 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 120

2214430 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891881 CAPACITO
R BANK 
2A, 4.16 
KV, 1,800.0 
KVAR

2708549 STATION 
COLONI
AL PIPE 
ANDERS
ON 
PUMP, 
1032, 
100.0 KV

42763075 NORMAL 
STATION 
INSPECTIO
N -
COLONIAL 
PIPE 
ANDERSO
N PUMP

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 OFF

2214432 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891881 CAPACITO
R BANK 
2A, 4.16 
KV, 1,800.0 
KVAR

2708549 STATION 
COLONI
AL PIPE 
ANDERS
ON 
PUMP, 
1032, 
100.0 KV

42763075 NORMAL 
STATION 
INSPECTIO
N -
COLONIAL 
PIPE 
ANDERSO
N PUMP

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 8 ON

2387811 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905074 BREAKER 
CBK 2A 
BRK, 4.16 
KV

2708549 STATION 
COLONI
AL PIPE 
ANDERS
ON 
PUMP, 
1032, 
100.0 KV

42763075 NORMAL 
STATION 
INSPECTIO
N -
COLONIAL 
PIPE 
ANDERSO
N PUMP

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 412 0 0 0

20713941 1A/1B, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894573 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2256964 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894573 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2260342 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

M-100 Sub 163 
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2260498 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2260517 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894572 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2260733 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894573 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2275526 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902473 BREAKER 
1201, 
12.47 KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2051 0 178 184 212

2275527 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902474 BREAKER 
1203, 
12.47 KV

2709325 STATION 
CORONA
CA RET, 
3475, 
44.0 KV

42764476 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1507 0 178 184 212

2214026 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892102 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1148 OFF

2215319 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892101 CAPACITO
R BANK 01, 
44.0 KV, 
19,200.0 
KVAR

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3737 OFF

M-100 Sub 163 
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2273885 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901093 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 151 0

2276704 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903581 BREAKER 
CORONAC
A RET, 44.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 525 0

2276705 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903582 BREAKER 
FLORIDA, 
44.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99992 0

2276706 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903583 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99950 0

2276707 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903584 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99942 0

2276710 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903587 BREAKER 
SHAW, 
44.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0

2276712 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903589 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

M-100 Sub 163 
PSDR2-2



2276744 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903618 BREAKER 
COKESBUR
Y BL, 100.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 519 0

2278391 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905096 BREAKER 
COKESBUR
Y WH, 
100.0 KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 984 0

2278393 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905098 BREAKER 
CORONAC
A, 100.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 983 0

2279542 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906182 BREAKER 
GATEWAY 
NO 1, 44.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 615 0

2280047 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906638 BREAKER 
GATEWAY 
NO 2, 44.0 
KV

2709009 STATION 
CORONA
CA TIE, 
1347, 
100.0 KV

42762264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 927 0

2215250 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892097 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2709174 STATION 
COVIDIE
N LP, 
4568, 
44.0 KV

42762366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1612 ON

2215488 2A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892099 CAPACITO
R BANK 
2A, 0.46 
KV, 1,200.0 
KVAR

2709174 STATION 
COVIDIE
N LP, 
4568, 
44.0 KV

42762366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 792 OFF

2215919 2B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892100 CAPACITO
R BANK 2B, 
0.46 KV, 
1,200.0 
KVAR

2709174 STATION 
COVIDIE
N LP, 
4568, 
44.0 KV

42762366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 880 OFF

M-100 Sub 163 
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2215920 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892098 CAPACITO
R BANK 1B, 
0.46 KV, 
1,200.0 
KVAR

2709174 STATION 
COVIDIE
N LP, 
4568, 
44.0 KV

42762366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1699 OFF

2215128 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892503 CAPACITO
R BANK 01, 
100.0 KV, 
28,800.0 
KVAR

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2105 ON

2215129 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892504 CAPACITO
R BANK 02, 
100.0 KV, 
28,800.0 
KVAR

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1532 OFF

2276300 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903209 BREAKER 
OAKHILL, 
44.0 KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3179 0

2276301 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903210 BREAKER 
NINETY-
SIX, 44.0 
KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2558 0

2276513 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903400 BREAKER 
THRUSH 
BL, 100.0 
KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 541 0

2276524 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903410 BREAKER 
CHAMPIO
N WH, 
100.000 KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

M-100 Sub 163 
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2276889 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903751 BREAKER 
BK 4 100KV 
HT, 100.0 
KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2249 0

2278446 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905146 BREAKER 
THRUSH 
WH, 100.0 
KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2278491 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905189 BREAKER 
CORONAC
A, 100.0 
KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2278513 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905211 BREAKER 
CHAMPIO
N BL, 
100.000 KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2280294 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 5.7 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906864 BREAKER 
WILSON 
CREEK, 
44.0 KV

2708564 STATION 
CRETO 
TIE, 
1250, 
115.000 
KV

42762215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 0

2213816 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892437 CAPACITO
R BANK 02, 
44.0 KV, 
14,400.0 
KVAR

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1059 OFF

2213817 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892436 CAPACITO
R BANK 01, 
44.0 KV, 
14,400.0 
KVAR

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1211 OFF
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2276777 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903650 BREAKER 
WESTBRO
OK, 44.0 
KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 969 0

2280333 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906898 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 269 0

2280334 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906899 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 695 0

2280521 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907070 BREAKER 
LATTIMER, 
44.0 KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1051 0

2280701 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907232 BREAKER 
SWEETGU
M NO 1, 
44.0 KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1040 0

2280915 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907437 BREAKER 
SWEETGU
M NO 2, 
44.0 KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1140 0

2280979 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907493 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709010 STATION 
CYPRESS 
TIE, 
1438, 
100.0 KV

42762537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 641 0
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2257944 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893771 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2257946 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893771 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2259662 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893772 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2259663 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893772 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2259961 1203, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893771 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2260080 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893772 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2274117 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901311 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 471 354 370
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2274205 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901396 BREAKER 
1203, 
12.47 KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 280 154 173

2274206 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901397 BREAKER 
1204, 
12.47 KV

2710070 STATION 
DAVIS 
RET, 
2042, 
100.0 KV

42763246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 193 202 198

20820472 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663369 BREAKER 
BK 3 LT, 
17.500 KV, 
BK 3 LT

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 0 326.2 332.6 350.7

20820514 REGULATO
R 1PH, 
PHASE C, 
333.0 KVA, 
373.0 KVA

REGULATO
R

42663377 REGULATO
R BANK 
12AX

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20820519 REGULATO
R 1PH, 
PHASE B, 
333.0 KVA, 
373.0 KVA

REGULATO
R

42663377 REGULATO
R BANK 
12AX

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20820520 REGULATO
R 1PH, 
PHASE A, 
333.0 KVA, 
373.0 KVA

REGULATO
R

42663377 REGULATO
R BANK 
12AX

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20820521 REGULATO
R 1PH, 
PHASE A, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42663378 REGULATO
R BANK 
1206

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05
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20820522 REGULATO
R 1PH, 
PHASE B, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42663378 REGULATO
R BANK 
1206

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

20820523 REGULATO
R 1PH, 
PHASE C, 
250.0 KVA, 
280.0 KVA

REGULATO
R

42663378 REGULATO
R BANK 
1206

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20820697 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663370 BREAKER 2 
& 3 BUS 
TIE, 17.500 
KV, 2 & 3 
BUS TIE

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 338 0 0 0 0

20820698 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663372 BREAKER 
BK 2 LT, 
17.500 KV, 
BK 2 LT

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 0 150.5 122.6 138.7

20820699 BREAKER 
VAC, 17.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663373 BREAKER 
12AX, 
17.500 KV, 
12AX

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 360 0 0 0 0

20820700 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663374 BREAKER 
1206, 
15.500 KV, 
1206

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 324 0 150.1 122.6 138.8

20820705 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663375 BREAKER 
1207, 
15.500 KV, 
1207

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 0 177.2 139.1 177.2
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20820706 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42663376 BREAKER 
1208, 
15.500 KV, 
1208

3154716 STATION 
DEATH 
VALLEY 
RET, 
5566, 
100.000 
KV

42765354 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 0 160.8 206.6 179.1

2215421 2C CAPACITO
R

2893419 CAPACITO
R BANK 2C, 
0.0 KV, 
4,200.0 
KVAR

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 625 OFF

2215422 2B CAPACITO
R

2893418 CAPACITO
R BANK 2B, 
0.0 KV, 
4,200.0 
KVAR

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 195 ON

2215423 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893305 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 398 ON

2259194 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893721 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2259195 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893721 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2259196 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893721 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259596 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893517 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10
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2261444 1206,REGU
LATOR 
1PH,PHASE 
X, 333.0 
KVA

REGULATO
R

2893517 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2261445 1206,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2893517 REGULATO
R 
1206,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2261724 1205,REGU
LATOR 
1PH,PHASE 
X, 333.0 
KVA

REGULATO
R

2893516 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R11

2261725 1205,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2893516 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R12

2261726 1205,REGU
LATOR 
1PH,PHASE 
Z, 333.0 
KVA

REGULATO
R

2893516 REGULATO
R 
1205,PHAS
E 0.0, 0.0 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R10

2272888 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900135 BREAKER 
1208, 
12.47 KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177 0 292 301 286

2273168 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900405 BREAKER 
1206, 
12.47 KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 1 198 181 183

2273172 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900409 BREAKER 
1205, 
12.47 KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 238 0 304 253 314
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2273793 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901005 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 012

2273997 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901195 BREAKER 
12AX, 
12.47 KV

2708691 STATION 
DIXON 
RET, 
1855, 
100.0 KV

42762720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 305 0

20837126 1201, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894464 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

20837127 1201, 
REGULATO
R 1PH, 
PHASE Y, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894464 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2214445 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892438 CAPACITO
R BANK 
1A, 12.47 
KV, 4,800.0 
KVAR

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2259032 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894464 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2260353 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894465 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06
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2260513 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894465 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2261236 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894465 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2261763 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893540 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2261764 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893540 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2261765 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893540 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2273098 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900336 BREAKER 
1203, 
12.47 KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 566 277 301 274

2277963 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2904732 BREAKER 
44KV HT, 
44.0 KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1633 0
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2278922 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905600 BREAKER 
1201, 
12.47 KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 607 280 279 267

2280265 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906838 BREAKER 
1202, 
12.47 KV

2708551 STATION 
DOCHEN
O RET, 
3567, 
44.0 KV

42762816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1464 0 126 143 130

20654159 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894500 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R07

2257308 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894500 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2257459 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894500 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2258691 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894502 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2259655 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894502 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02
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2259656 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894502 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2274644 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901812 BREAKER 
1201, 
12.47 KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 192 232 202

2280468 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907025 BREAKER 
1202, 
12.47 KV

2709012 STATION 
DONALD
S SS, 
3574, 
44.0 KV

42762609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1175 0 36 51 64

2279203 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905863 BREAKER 
DUE WEST 
CITY, 4.16 
KV

2708147 STATION 
DUE 
WEST 
CITY, 
3597, 
13.0 KV

42763537 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 450 422 396 400

2215819 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893164 CAPACITO
R BANK 1B, 
0.46 KV, 
1,200.0 
KVAR

2708568 STATION 
DUNLOP 
MAXFLI-
WESTMI
NSTER 
PL, 3616, 
44.0 KV

42764031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 506 OFF

2215863 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2891447 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2708568 STATION 
DUNLOP 
MAXFLI-
WESTMI
NSTER 
PL, 3616, 
44.0 KV

42764031 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 780 OFF

2255379 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894598 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708151 STATION 
EDDY RD 
RET, 
3639, 
44.0 KV

42763833 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07
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2255619 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894597 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708151 STATION 
EDDY RD 
RET, 
3639, 
44.0 KV

42763833 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2279137 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905800 BREAKER 
1202, 
12.47 KV

2708151 STATION 
EDDY RD 
RET, 
3639, 
44.0 KV

42763833 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 346 0 151 204 206

2279268 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905927 BREAKER 
1203, 
12.47 KV

2708151 STATION 
EDDY RD 
RET, 
3639, 
44.0 KV

42763833 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 0 214 209 222

20311262 01, 
CAPACITO
R BANK 
44.000 KV

CAPACITO
R

2893057 CAPACITO
R BANK 01, 
0.000 KV

2708327 STATION 
ELECTRO
LUX 
ANDERS
ON PL, 
5082, 
44.0 KV

42764061 NORMAL 
STATION 
INSPECTIO
N -
ELECTROL
UX 
ANDERSO
N PL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 OFF

20311426 BREAKER,  
GAS,  ABC 
PH,  44 KV,  
72.5 KV,  
1200 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2904750 BREAKER 
44KV HT, 
44.0 KV

2708327 STATION 
ELECTRO
LUX 
ANDERS
ON PL, 
5082, 
44.0 KV

42764061 NORMAL 
STATION 
INSPECTIO
N -
ELECTROL
UX 
ANDERSO
N PL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 0

20658172 1209, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894588 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2256069 1210,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894589 REGULATO
R 
1210,PHAS
E 0.0, 13.0 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral
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2257261 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894587 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257358 1207,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894587 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257772 1207,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894587 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2259650 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894588 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2260290 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894588 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2279256 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905915 BREAKER 
1207, 
12.47 KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 142 154 179

2279258 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905917 BREAKER 
1210, 
12.47 KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 150 160 156
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2279259 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905918 BREAKER 
1209, 
12.47 KV

2709327 STATION 
EMERAL
D RD 
RET, 
1706, 
100.0 KV

42762062 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 461 161 161 180

2256421 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022796 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258204 1205,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022796 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2258681 1206,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2893997 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2259623 2405,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893998 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2259788 2405,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893998 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2260065 2405,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

2893998 REGULATO
R 
2405,PHAS
E 0.0, 13.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08
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2261595 1205,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3022796 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2274662 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3022785 BREAKER 
1205, 13.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 139.6 138.5 161.3

2275430 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907575 BREAKER 
2405, 24.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 193 131.1 130.6 131.5

2276405 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903303 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1245 0

2278137 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904881 BREAKER 
1206, 
12.47 KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 646 0 174.8 179.7 219.5

2384936 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893997 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2385036 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893997 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710114 STATION 
FANTS 
GROVE 
RET, 
3682, 
44.0 KV

42762040 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06
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20306656 LTC TYPE 
VACUUM, 
13.090 KV, 
164.0 
AMPS

LTC 41562510 TRANSFOR
MER 01, 
PHASE 
3PH, 
100.000 
KV, 13.000 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2255193 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 3028881 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2366526 4A,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3029034 CAPACITO
R BANK 
4A, 13.8 
KV, 4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 698 ON

2366540 4D,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3029039 CAPACITO
R BANK 
4D, 13.8 
KV, 4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2373388 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3028880 BREAKER 
CBK 
4C&4D 
BRK, 13.0 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2373392 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3028879 BREAKER 
CBK 
4A&4B 
BRK, 13.0 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 434 0 0 0

2396701 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043769 BREAKER 
CBK 
3C&3D 
BRK, 12.47 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0
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2398346 4C,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3029038 CAPACITO
R BANK 4C, 
13.8 KV, 
4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2398352 4B,CAPACI
TOR BANK 
13.8 KV

CAPACITO
R

3029036 CAPACITO
R BANK 4B, 
13.8 KV, 
4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 486 ON

2410935 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3043767 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 434 0 0 0

2415687 3A,CAPACI
TOR BANK 
13.09 KV

CAPACITO
R

3044202 CAPACITO
R BANK 
3A, 13.09 
KV, 4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 402 ON

2415696 3B,CAPACI
TOR BANK 
13.09 KV

CAPACITO
R

3044203 CAPACITO
R BANK 3B, 
13.09 KV, 
4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 401 ON

2415697 3C,CAPACI
TOR BANK 
13.09 KV

CAPACITO
R

3044205 CAPACITO
R BANK 3C, 
13.09 KV, 
4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2415698 3D,CAPACI
TOR BANK 
13.09 KV

CAPACITO
R

3044206 CAPACITO
R BANK 
3D, 13.09 
KV, 4,200.0 
KVAR

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2427788 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3043763 TRANSFOR
MER 03, 
PHASE 
3PH, 
100.000 
KV, 13.000 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2843060 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3150423 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2711350 STATION 
FIRST 
QUALITY 
TISSUE 
SE LLC, 
2068, 
100.000 
KV

42762762 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R04

20496076 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894264 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2213995 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892021 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1107 OFF

2256068 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894248 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2258450 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894276 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258464 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894264 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259876 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894276 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2260267 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894270 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2260289 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894270 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260504 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894270 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260541 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894264 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2260789 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894276 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2261201 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894258 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2261276 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894258 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02
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2275985 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902909 BREAKER 
1206, 
12.47 KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 314 0 168 204 208

2279229 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905888 BREAKER 
1204, 
12.47 KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 338 38 37 38

2279279 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905938 BREAKER 
1202, 
12.47 KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2380 0 218 214 222

2280126 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906710 BREAKER 
1205, 
12.47 KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1326 0 61 126 46

2280292 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906862 BREAKER 
1201, 
12.47 KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2153 0 185 156 197

2280564 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907111 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1107 0 0 0

2385052 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894258 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708552 STATION 
FLAT 
ROCK 
RET, 
3715, 
44.0 KV

42762798 NORMAL 
STATION 
INSPECTIO
N -FLAT 
ROCK RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2215325 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892594 CAPACITO
R BANK 
1A, 0.46 
KV, 900.0 
KVAR

2708074 STATION 
FLEX 
TECHNO
LOGIES 
ABBEVIL
LE PL, 
3079, 
44.0 KV

42762627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1839 OFF

2213849 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892076 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1263 OFF

2255409 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894553 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2255687 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894551 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2273361 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900591 BREAKER 
1202, 
12.47 KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1673 1 29 59 41

2273362 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900592 BREAKER 
1201, 
12.47 KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1939 0 193 152 162

2280562 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907109 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150
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2280894 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907418 BREAKER 
1203, 
12.47 KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2014 0 115 116 104

2400717 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894552 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2400718 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894552 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2400719 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894552 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708156 STATION 
FLORIDA 
AVE RET, 
3719, 
44.0 KV

42765226 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

20541053 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906740 BREAKER 
1203, 
12.47 KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 373 175 194 187

20541055 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906751 BREAKER 
1202, 
12.47 KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 357 229 330 264

2214105 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891845 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2214110 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891844 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215123 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891844 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2256999 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894542 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2261072 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894542 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R06

2261478 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894542 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

2262045 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893555 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2273210 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900445 BREAKER 
1204, 
12.47 KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 105 101 109
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2440460 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893555 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2458302 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893555 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R07

2848880 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894541 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2848882 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894541 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

2848884 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894541 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2708157 STATION 
FOREST 
HILL RET, 
3728, 
44.0 KV

42762056 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R09

2214268 1A CAPACITO
R

2892286 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 458 OFF

2214269 1B CAPACITO
R

2892287 CAPACITO
R BANK 1B, 
0.0 KV, 
3,600.0 
KVAR

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 OFF
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2214270 1C CAPACITO
R

2892288 CAPACITO
R BANK 1C, 
0.0 KV, 
2,250.0 
KVAR

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 6 OFF

2274037 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901235 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2307 500 500 500

2277367 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904177 BREAKER 
CBK 1B 
BRK, 12.47 
KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279364 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906015 BREAKER 
FUJI 
PHOTO 
FILM 
LITHO PL 
DEL 2, 4.16 
KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 67 67 67

2279775 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906394 BREAKER 
CORONAC
A WEST, 
100.0 KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1171 0

2280080 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906670 BREAKER 
CORONAC
A EAST, 
100.0 KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 984 0
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2419954 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906014 BREAKER 
FUJI 
PHOTO 
FILM 
LITHO PL 
DEL 1, 4.16 
KV

2708042 STATION 
FUJI 
PHOTO 
FILM 
LITHO 
PLATE 
PL, 1687, 
100.0 KV

42762406 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 77 77 77

2260524 2403,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893966 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 L04

2260525 2403,REGU
LATOR 
1PH,PHASE 
X, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893966 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2275035 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902170 BREAKER 
2403, 24.0 
KV

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 261 47 39.1 31.4

2275836 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902765 BREAKER 
CBK 1A 
BRK, 24.0 
KV

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99973 0

2843367 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891638 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 262 OFF

2845005 2403,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
14,400.0 
KV, 288.0 
KVA

REGULATO
R

2893966 REGULATO
R 
2403,PHAS
E 0.0, 13.0 
KV

2709213 STATION 
GAP HILL 
RET, 
3754, 
44.0 KV

42764289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

M-100 Sub 163 
PSDR2-2



20043184 REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

40017408 REGULATO
R 1204, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

20043187 REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
13,200.0 
KV

REGULATO
R

40017408 REGULATO
R 1204, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

20043190 REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
13,200.0 
KV

REGULATO
R

40017408 REGULATO
R 1204, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R11

20043192 REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

40017428 REGULATO
R 1203, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

20043194 REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
13,200.0 
KV, 250.0 
KVA

REGULATO
R

40017428 REGULATO
R 1203, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R10

20043270 BREAKER,  
VAC,  
Unknown 
PH,  13.2 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

40017517 BREAKER 
1204, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 38 126 122 107

20043325 BREAKER,  
VAC,  
Unknown 
PH,  13.2 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

40017357 BREAKER 
1203, 
12.000 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 159 198 162
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20542726 1203, 
REGULATO
R 1PH, 
PHASE Y, 
7,620.0 KV

REGULATO
R

40017428 REGULATO
R 1203, 
PHASE 3, 
13.200 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

20652344 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2894800 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

20652345 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2894800 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R10

2215623 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892805 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2257305 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894811 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R13

2257337 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894811 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2258518 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894800 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08
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2260488 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2894811 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2275741 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902675 BREAKER 
1202, 
12.47 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1434 0 159 192 159

2276149 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903067 BREAKER 
1201, 
12.47 KV

2708169 STATION 
GREEN 
POND 
RET, 
3818, 
44.000 
KV

42765021 NORMAL 
STATION 
INSPECTIO
N -GREEN 
POND RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99967 0 117 175 157

2213886 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892078 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708473 STATION 
GREENW
OOD 
CITY DEL 
1, 1352, 
44.0 KV

42764802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276638 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903517 BREAKER 
GATEWAY, 
44.0 KV

2708473 STATION 
GREENW
OOD 
CITY DEL 
1, 1352, 
44.0 KV

42764802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 843 0

2277548 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904349 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708473 STATION 
GREENW
OOD 
CITY DEL 
1, 1352, 
44.0 KV

42764802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279752 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906372 BREAKER 
44KV HT, 
44.0 KV

2708473 STATION 
GREENW
OOD 
CITY DEL 
1, 1352, 
44.0 KV

42764802 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 596 0
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2214899 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892093 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708170 STATION 
GREENW
OOD 
CITY DEL 
3, 3835, 
44.0 KV

42763965 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1806 OFF

2277654 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904444 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708170 STATION 
GREENW
OOD 
CITY DEL 
3, 3835, 
44.0 KV

42763965 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2213866 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892077 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708576 STATION 
GREENW
OOD 
CITY DEL 
4, 3836, 
44.0 KV

42762382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 OFF

2280579 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907122 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708576 STATION 
GREENW
OOD 
CITY DEL 
4, 3836, 
44.0 KV

42762382 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 700

2448675 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060476 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708577 STATION 
GREENW
OOD 
CITY DEL 
5, 3837, 
44.0 KV

42763108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 733 0 0 0

2451343 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892079 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708577 STATION 
GREENW
OOD 
CITY DEL 
5, 3837, 
44.0 KV

42763108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 758 OFF

2394716 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892088 CAPACITO
R BANK 1B, 
0.48 KV, 
1,800.0 
KVAR

2708171 STATION 
GREENW
OOD 
PACKING 
PL DEL 1, 
3845, 
44.0 KV

42761921 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 535 OFF
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2394717 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892087 CAPACITO
R BANK 
1A, 0.48 
KV, 1,800.0 
KVAR

2708171 STATION 
GREENW
OOD 
PACKING 
PL DEL 1, 
3845, 
44.0 KV

42761921 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1667 OFF

2395221 2A,CAPACI
TOR BANK 
12.47 KV

CAPACITO
R

2892089 CAPACITO
R BANK 
2A, 12.47 
KV, 1,200.0 
KVAR

2708171 STATION 
GREENW
OOD 
PACKING 
PL DEL 1, 
3845, 
44.0 KV

42761921 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4828 OFF

2215296 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

3027860 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 509 OFF

2215297 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

3027861 CAPACITO
R BANK 02, 
44.0 KV, 
12,000.0 
KVAR

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 301 OFF

2274331 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901512 BREAKER 
BOND WH, 
100.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0

2275294 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3027852 BREAKER 
CBK 1 BRK, 
44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 460 0

2276666 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903545 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 890 0

M-100 Sub 163 
PSDR2-2



2276668 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903547 BREAKER 
MILWEE, 
44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 223 0

2276858 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903721 BREAKER 
GREENWO
OD WH, 
100.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1001 0

2279423 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906070 BREAKER 
GREENWO
OD BL, 
100.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 0

2279433 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906080 BREAKER 
THRUSH 
BL, 100.0 
KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 0

2279445 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906092 BREAKER 
BOND BL, 
100.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99978 0

2279467 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906111 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

2279669 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906296 BREAKER 
THRUSH 
WH, 100.0 
KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

M-100 Sub 163 
PSDR2-2



2279712 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906335 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2279734 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906355 BREAKER 
OAKHILL, 
44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1513 0

2280044 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906635 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 898 0

2280206 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906782 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 788 0

2280321 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906886 BREAKER 
DOWNS, 
44.0 KV

2709330 STATION 
GREENW
OOD TIE, 
1097, 
100.0 KV

42763346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

20427166 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2905248 BREAKER 
CBK 
1&2&3 
BRK, 100.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

20427191 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2903676 BREAKER 
GREENWO
OD WH, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

M-100 Sub 163 
PSDR2-2



20427192 BREAKER,  
GAS,  ABC 
PH,  123 
KV,  123 
KV,  2000 
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

2903874 BREAKER 
GREENWO
OD BL, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

20492625 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903817 BREAKER 
HODGES 
WH, 100.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

20492626 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2906930 BREAKER 
CYPRESS 
BL, 100.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

20492627 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2708382 STATION 
HODGES 
TIE, 1503, 
230.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

20495008 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903949 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 0

20495010 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902706 BREAKER 
CYPRESS 
WH, 100.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

M-100 Sub 163 
PSDR2-2



20495011 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905194 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 0

20540887 BREAKER,  
GAS,  ABC 
PH,  245 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2906444 BREAKER 
CHICKASA
W WH, 
230.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 118 0

20574228 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900605 BREAKER 
COKESBUR
Y BL, 100.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

20574229 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902709 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

20574230 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902708 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0

20574231 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901960 BREAKER 
COKESBUR
Y WH, 
100.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0

M-100 Sub 163 
PSDR2-2



2215149 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891699 CAPACITO
R BANK 01, 
100.0 KV, 
33,600.0 
KVAR

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3778 OFF

2215856 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891700 CAPACITO
R BANK 02, 
100.0 KV, 
64,800.0 
KVAR

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1106 OFF

2276784 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903655 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 250 0

2277279 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904099 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2277280 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904100 BREAKER 
SHOALS, 
44.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 419 0

2277281 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904101 BREAKER 
DOWNS, 
44.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 0

2277282 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904102 BREAKER 
HONEA 
PATH, 44.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

M-100 Sub 163 
PSDR2-2



2278835 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905515 BREAKER 
DEER 
CREEK WH, 
230.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 0

2278836 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905516 BREAKER 
DEER 
CREEK BL, 
230.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 524 0

2278837 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905517 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 349 0

2419662 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904988 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0

2419663 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904989 BREAKER 
CHICKASA
W BL, 
230.0 KV

2708382 STATION 
HODGES 
TIE, 
1503, 
230.0 KV

42762438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 241 0

2259845 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894490 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R12

2259849 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894489 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R12

M-100 Sub 163 
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2260013 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894490 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R11

2261452 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894489 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R10

2261468 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894489 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R16

2273229 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900464 BREAKER 
0401, 4.16 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 137 122 137

2273231 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900466 BREAKER 
0402, 4.16 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 175 130 115 116

2417669 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894490 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2708554 STATION 
HONEA 
PATH 
RET, 
3935, 
69.0 KV

42762314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R12

20647056 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2893469 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

M-100 Sub 163 
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20647057 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV

REGULATO
R

2893469 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L05

20647058 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2893469 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

20906716 1203, 
REGULATO
R 1PH, 
PHASE Y, 
167.0 KVA, 
187.0 KVA

REGULATO
R

2894354 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2215501 1A CAPACITO
R

2893178 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 751 OFF

2256596 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894354 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2257232 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894354 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257740 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894309 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02
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2257742 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894309 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2257743 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894309 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2273154 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900391 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 842

2273382 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900611 BREAKER 
1201, 
12.47 KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 839 0 314 321 312

2277554 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2802019 BREAKER 
SPARE 
BREAKERS, 
0.0 KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 656 252 257 253

2281064 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907569 BREAKER 
1203, 
12.47 KV

2708758 STATION 
HURRICA
NE 
CREEK 
RET, 
1752, 
100.000 
KV

42763553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 680 0 1152 160 137

2215378 1B CAPACITO
R

2893108 CAPACITO
R BANK 1B, 
0.0 KV, 
1,000.0 
KVAR

2708767 STATION 
ITRON 
T&D, 
4711, 
44.0 KV

42763052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1229 OFF
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2215492 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2891455 CAPACITO
R BANK 
1A, 0.46 
KV, 1,000.0 
KVAR

2708767 STATION 
ITRON 
T&D, 
4711, 
44.0 KV

42763052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 759 ON

2273789 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
4 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901001 BREAKER 
SCHLUMBE
RGER IND 
ELEC DIV, 
13.0 KV

2708767 STATION 
ITRON 
T&D, 
4711, 
44.0 KV

42763052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 722 0 550 560 540

2260705 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.8 KV, 
250.0 KVA

REGULATO
R

2894228 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2260706 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.8 KV, 
250.0 KVA

REGULATO
R

2894228 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2260859 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894220 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L11

2273936 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901137 BREAKER 
1201, 
12.47 KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1657 0 135 135 142

2273937 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901138 BREAKER 
1202, 
12.47 KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1596 0 33 38 39

2281081 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907584 BREAKER 
0401, 4.16 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1902 0 97 127 87
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2385109 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894220 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2392828 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894220 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2872384 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894228 REGULATO
R 
1201,PHAS
E 0.0, 0.0 
KV

2710801 STATION 
IVA SS, 
3982, 
44.0 KV

42762035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2256601 1215,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894581 REGULATO
R 
1215,PHAS
E 0.0, 13.0 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2256603 1215,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894581 REGULATO
R 
1215,PHAS
E 0.0, 13.0 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2259816 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894580 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259818 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894580 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02
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2261511 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894579 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261512 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894579 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2261525 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894579 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R11

2261698 1216,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894582 REGULATO
R 
1216,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2261699 1216,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894582 REGULATO
R 
1216,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2261700 1216,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894582 REGULATO
R 
1216,PHAS
E 0.0, 6.9 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2276872 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903734 BREAKER 
100KV HT, 
100.0 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1135 0
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2277309 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904125 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0 0 0

2277311 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904127 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 564 540 535

2277312 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904128 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 455 443 398

2279045 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905718 BREAKER 
1209, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 712 276 239 223

2279048 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905721 BREAKER 
1210, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 290 302 313

2279075 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905744 BREAKER 
12AX, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 383 0 0 0

2279095 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905763 BREAKER 
1215, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 465 270 231 223
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2279097 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905765 BREAKER 
1216, 
12.47 KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 195 219 183

2873934 1215,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894581 REGULATO
R 
1215,PHAS
E 0.0, 13.0 
KV

2708040 STATION 
JOHNS 
CREEK 
RET, 
1680, 
100.0 KV

42762718 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2215426 1C CAPACITO
R

2891459 CAPACITO
R BANK 1C, 
0.0 KV, 
2,250.0 
KVAR

2708588 STATION 
JOHNSO
N 
CONTRO
LS POLY 
III T&D, 
3998, 
44.0 KV

42762302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 OFF

2215427 1D CAPACITO
R

2892973 CAPACITO
R BANK 
1D, 0.0 KV, 
2,250.0 
KVAR

2708588 STATION 
JOHNSO
N 
CONTRO
LS POLY 
III T&D, 
3998, 
44.0 KV

42762302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 097 ON

2215770 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891457 CAPACITO
R BANK 
1A, 0.48 
KV, 2,250.0 
KVAR

2708588 STATION 
JOHNSO
N 
CONTRO
LS POLY 
III T&D, 
3998, 
44.0 KV

42762302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 424 ON

2215771 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891458 CAPACITO
R BANK 1B, 
0.48 KV, 
2,250.0 
KVAR

2708588 STATION 
JOHNSO
N 
CONTRO
LS POLY 
III T&D, 
3998, 
44.0 KV

42762302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 685 ON
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2215621 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892029 CAPACITO
R BANK 
1A, 0.46 
KV, 1,800.0 
KVAR

2710734 STATION 
JPS 
COMPOS
ITE 
ANDERS
ON PL, 
3390, 
44.0 KV

42762410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 838 OFF

2215859 1B CAPACITO
R

2893202 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2710734 STATION 
JPS 
COMPOS
ITE 
ANDERS
ON PL, 
3390, 
44.0 KV

42762410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134

2214174 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2891450 CAPACITO
R BANK 
1A, 13.0 
KV, 1,500.0 
KVAR

2708307 STATION 
KOYO 
BEARING
S USA 
LLC, 
4947, 
44.0 KV

42764519 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 809 ON

2215575 1C CAPACITO
R

2893324 CAPACITO
R BANK 1C, 
0.0 KV, 
1,800.0 
KVAR

2708307 STATION 
KOYO 
BEARING
S USA 
LLC, 
4947, 
44.0 KV

42764519 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1738 ON

2215663 1B CAPACITO
R

2893044 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2708307 STATION 
KOYO 
BEARING
S USA 
LLC, 
4947, 
44.0 KV

42764519 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1374 OFF

2274365 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901547 BREAKER 
CB 12, 
100.000 KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

42761773 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 1

2274366 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901545 BREAKER 
CB 11, 
100.0 KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

42761773 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0

M-100 Sub 163 
PSDR2-2



2274367 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901546 BREAKER 
CB 2, 100.0 
KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

42761773 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 352 0

2274368 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901544 BREAKER 
CB 1, 100.0 
KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

42761773 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0

2274365 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901547 BREAKER 
CB 12, 
100.000 KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

43130845 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 68 1

2274366 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901545 BREAKER 
CB 11, 
100.0 KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

43130845 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 222 1

2274367 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901546 BREAKER 
CB 2, 100.0 
KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

43130845 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 353 1

2274368 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901544 BREAKER 
CB 1, 100.0 
KV

2710816 STATION 
LEE 
STEAM 
STA 
COMB 
TURB, 
4122, 
100.000 
KV

43130845 NORMAL 
STATION 
INSPECTIO
N - LEE 
COMBUSTI
ON 
TURBINE

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 222 1
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20025302 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902977 BREAKER 
RABON BL, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 1

20284423 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2903986 BREAKER 
BK 3A 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

20284425 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2903322 BREAKER 
BK 1A 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

20286041 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS

CIRCUIT 
BREAKER

41460687 BREAKER 
100KV 
STATES 
BUS LINE 
#2, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

20286042 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS

CIRCUIT 
BREAKER

41464454 BREAKER 
100KV 
STATES 
BUS LINE 
#3, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

20522279 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 4,000.0 
AMPS, 
90.0 KA

CIRCUIT 
BREAKER

2901105 BREAKER 
100KV RED 
BUS SERIES 
BUS JCT, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

20522344 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 4,000.0 
AMPS, 
90.0 KA

CIRCUIT 
BREAKER

42107104 BREAKER 
100KV 
YELLOW 
BUS JCT, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0
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2215728 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893238 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 000

2273868 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901076 BREAKER 
RABON 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 231 1

2273869 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901077 BREAKER 
PERRY BL, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 168 0

2273901 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901106 BREAKER 
CBK 1A 
BRK, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 198 0

2276326 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
600.0 
AMPS, 4.0 
KA, 8.0 
CYCLES

CIRCUIT 
BREAKER

2903234 BREAKER 
VILLAGE, 
4.16 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0
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2276357 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903257 BREAKER 
BUS TAP 2, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2276358 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903258 BREAKER 
BUS TAP 
#1, 13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2276364 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
50.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903264 BREAKER 
BK 2B 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2276434 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903326 BREAKER 
BK 1B 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0

2279716 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
54.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2906339 BREAKER 
START STA 
TRANS, 
13.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0
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2281043 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
6,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2907550 BREAKER 
GEN 1 BRK, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2281044 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
6,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2907551 BREAKER 
GEN 2 BRK, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0 0

2438614 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903884 BREAKER 
PIEDMONT 
BL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 117 0

2438615 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903657 BREAKER 
PERRY WH, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 116 0

2443225 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903982 BREAKER 
100KV 
STATES 
BUS LINE 
#1, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0
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2862797 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903984 BREAKER 
CENTRAL 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 4

2862798 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903314 BREAKER 
CENTRAL 
BL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 1

2862799 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905138 BREAKER 
PIEDMONT 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2862800 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903273 BREAKER 
LEE WH, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0

2862801 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905959 BREAKER 
CT 7C&8C 
100KV HT, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2862802 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903374 BREAKER 
LEE BL, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0
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2862803 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903283 BREAKER 
BK 2A 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0

2862804 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903983 BREAKER 
BK 3A 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

42761761 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 0

20025302 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
90.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902977 BREAKER 
RABON BL, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 68 0

20284423 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2903986 BREAKER 
BK 3A 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 49 0

20284425 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

2903322 BREAKER 
BK 1A 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 65 0

20286041 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS

CIRCUIT 
BREAKER

41460687 BREAKER 
100KV 
STATES 
BUS LINE 
#2, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 65 0
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20286042 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 3,000.0 
AMPS

CIRCUIT 
BREAKER

41464454 BREAKER 
100KV 
STATES 
BUS LINE 
#3, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 53 0

20522279 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 4,000.0 
AMPS, 
90.0 KA

CIRCUIT 
BREAKER

2901105 BREAKER 
100KV RED 
BUS SERIES 
BUS JCT, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 77 0

20522344 BREAKER 
GAS, ABC 
PH, 
123.000 
KV, 123.0 
KV, 4,000.0 
AMPS, 
90.0 KA

CIRCUIT 
BREAKER

42107104 BREAKER 
100KV 
YELLOW 
BUS JCT, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 59 0

2215728 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893238 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 OFF

2273868 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901076 BREAKER 
RABON 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 231 0

2273869 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901077 BREAKER 
PERRY BL, 
100.000 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 169 1
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2273901 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901106 BREAKER 
CBK 1A 
BRK, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 198 0

2276326 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
600.0 
AMPS, 4.0 
KA, 8.0 
CYCLES

CIRCUIT 
BREAKER

2903234 BREAKER 
VILLAGE, 
4.16 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2276357 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903257 BREAKER 
BUS TAP 2, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2276358 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
4,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903258 BREAKER 
BUS TAP 
#1, 13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2276364 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
50.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2903264 BREAKER 
BK 2B 
100KV HT 
RED, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0
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2276434 BREAKER 
OIL, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
1,600.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903326 BREAKER 
BK 1B 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

2279716 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
54.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2906339 BREAKER 
START STA 
TRANS, 
13.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2281043 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
6,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2907550 BREAKER 
GEN 1 BRK, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2281044 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
6,000.0 
AMPS, 
60.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2907551 BREAKER 
GEN 2 BRK, 
13.8 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0 0

2438614 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903884 BREAKER 
PIEDMONT 
BL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 117 0
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2438615 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903657 BREAKER 
PERRY WH, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 116 0

2443225 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903982 BREAKER 
100KV 
STATES 
BUS LINE 
#1, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 93 0

2862797 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903984 BREAKER 
CENTRAL 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 106 2

2862798 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903314 BREAKER 
CENTRAL 
BL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 53 0

2862799 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905138 BREAKER 
PIEDMONT 
WH, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 46 0
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2862800 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903273 BREAKER 
LEE WH, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 49 0

2862801 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905959 BREAKER 
CT 7C&8C 
100KV HT, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 56 0

2862802 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903374 BREAKER 
LEE BL, 
100.0 KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 73 0

2862803 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903283 BREAKER 
BK 2A 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 32 0

2862804 BREAKER 
GAS, 
Unknown 
PH, 
100.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903983 BREAKER 
BK 3A 
100KV HT 
YEL, 100.0 
KV

2710645 STATION 
LEE 
STEAM 
STA, 
1296, 
115.0 KV

43130835 NORMAL 
STATION 
INSPECTIO
N - LEE 
STEAM STA

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 53 0

2257770 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893852 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01
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2259249 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893854 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2259313 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893854 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2259315 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893852 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2259316 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893853 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2259328 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893853 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2259329 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893852 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2259330 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893854 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03
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2259334 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893853 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2274645 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901813 BREAKER 
1207, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 160 115 149

2274663 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901829 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 303 160 114 149

2274664 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901830 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 272 228 170 211

2274665 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901831 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 270 0 0 0

2274733 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901896 BREAKER 
1203, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 206 143 179

2274736 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901897 BREAKER 
1204, 
12.47 KV

2710250 STATION 
LIBERTY 
RET 
NEW, 
2604, 
100.000 
KV

42761912 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 296 36 35 45

M-100 Sub 163 
PSDR2-2



20882213 REGULATO
R 1PH, 
13.800 KV, 
13.8 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

2893926 REGULATO
R 
2400,PHAS
E 0.0, 13.0 
KV

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R13

20882214 REGULATO
R 1PH, 
13.800 KV, 
13.8 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

2893926 REGULATO
R 
2400,PHAS
E 0.0, 13.0 
KV

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R13

20882215 REGULATO
R 1PH, 
13.800 KV, 
13.8 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

2893926 REGULATO
R 
2400,PHAS
E 0.0, 13.0 
KV

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R13

2275827 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.84 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902758 BREAKER 
CBK 
1A&1B 
BRK, 24.0 
KV

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 0

2280685 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907217 BREAKER 
100KV HT, 
100.0 KV

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 867 0

2455347 1A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2891846 CAPACITO
R BANK 
1A, 24.0 
KV, 3,600.0 
KVAR

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327 OFF

2455348 1B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2892070 CAPACITO
R BANK 1B, 
24.0 KV, 
3,600.0 
KVAR

2709332 STATION 
MAXWEL
L AVE SS, 
1587, 
100.0 KV

42764312 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 982
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2258637 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893643 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708331 STATION 
MCDUFF
IE ST 
RET, 
5115, 
44.0 KV

42764992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2261308 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893643 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708331 STATION 
MCDUFF
IE ST 
RET, 
5115, 
44.0 KV

42764992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261741 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893643 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708331 STATION 
MCDUFF
IE ST 
RET, 
5115, 
44.0 KV

42764992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2273808 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901020 BREAKER 
1204, 
12.47 KV

2708331 STATION 
MCDUFF
IE ST 
RET, 
5115, 
44.0 KV

42764992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 344 70 73 111

2214380 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891868 CAPACITO
R BANK 
2A, 4.16 
KV, 4,050.0 
KVAR

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3040 OFF

2215705 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891867 CAPACITO
R BANK 
1A, 4.16 
KV, 3,600.0 
KVAR

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9824 OFF

2215706 1B CAPACITO
R

2893000 CAPACITO
R BANK 1B, 
0.0 KV, 
3,000.0 
KVAR

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 OFF
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2215726 2B CAPACITO
R

2893001 CAPACITO
R BANK 2B, 
0.0 KV, 
3,150.0 
KVAR

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 OFF

2255035 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858029 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 4.16 
KV

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2273158 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900395 BREAKER 
CBK 2A 
BRK, 4.16 
KV

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 3089

2273159 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900396 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708533 STATION 
MICHELI
N N 
AMER 
SANDY 
SPRINGS, 
1514, 
100.0 KV

42763037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9842

2273106 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900344 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 800 0 0 0

2445706 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059778 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99984 0 0 0
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2454486 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893008 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 466 OFF

2454487 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3063710 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 OFF

2454490 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3059787 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 OFF

2454491 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

3063726 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2708720 STATION 
MICHELI
N US8, 
1843, 
100.0 KV

42763767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 OFF

2399696 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892245 CAPACITO
R BANK 
1A, 0.6 KV, 
900.0 
KVAR

2709322 STATION 
MILLIKE
N & CO 
CUSHMA
N STA 1, 
4287, 
44.0 KV

42764318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36 OFF

2438082 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892246 CAPACITO
R BANK 1B, 
0.6 KV, 
1,200.0 
KVAR

2709322 STATION 
MILLIKE
N & CO 
CUSHMA
N STA 1, 
4287, 
44.0 KV

42764318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 OFF

2215245 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892429 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2708534 STATION 
MILLIKE
N & CO 
CUSHMA
N STA 2, 
4288, 
44.0 KV

42762935 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 876 OFF

2448549 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892258 CAPACITO
R BANK 
1A, 4.16 
KV, 2,100.0 
KVAR

2708535 STATION 
MILLIKE
N & CO 
CUSHMA
N STA 3, 
4289, 
44.0 KV

42762024 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 OFF
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2215753 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891646 CAPACITO
R BANK 1B, 
4.16 KV, 
3,000.0 
KVAR

2708608 STATION 
MILLIKE
N & CO 
PENDLET
ON FIN, 
4304, 
44.0 KV

42762330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 740 OFF

2215755 1D CAPACITO
R

2893200 CAPACITO
R BANK 
1D, 0.0 KV, 
3,000.0 
KVAR

2708608 STATION 
MILLIKE
N & CO 
PENDLET
ON FIN, 
4304, 
44.0 KV

42762330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 OFF

2215853 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891645 CAPACITO
R BANK 
1A, 4.16 
KV, 3,000.0 
KVAR

2708608 STATION 
MILLIKE
N & CO 
PENDLET
ON FIN, 
4304, 
44.0 KV

42762330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1635 OFF

2215855 1C CAPACITO
R

2893181 CAPACITO
R BANK 1C, 
0.0 KV, 
3,000.0 
KVAR

2708608 STATION 
MILLIKE
N & CO 
PENDLET
ON FIN, 
4304, 
44.0 KV

42762330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 OFF

2215243 1D,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2893271 CAPACITO
R BANK 
1D, 0.6 KV, 
1,000.0 
KVAR

2708609 STATION 
MOHAW
K IND 
INC 
ROCKY 
RIVER 
PL, 3141, 
44.0 KV

42763493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215244 1C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892042 CAPACITO
R BANK 1C, 
0.6 KV, 
1,000.0 
KVAR

2708609 STATION 
MOHAW
K IND 
INC 
ROCKY 
RIVER 
PL, 3141, 
44.0 KV

42763493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

M-100 Sub 163 
PSDR2-2



2215759 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892041 CAPACITO
R BANK 1B, 
0.6 KV, 
1,800.0 
KVAR

2708609 STATION 
MOHAW
K IND 
INC 
ROCKY 
RIVER 
PL, 3141, 
44.0 KV

42763493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215806 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892040 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2708609 STATION 
MOHAW
K IND 
INC 
ROCKY 
RIVER 
PL, 3141, 
44.0 KV

42763493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

20308356 1208, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894429 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2257798 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894451 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2257936 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894440 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2257937 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894440 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral
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2258198 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894451 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R03

2260253 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894440 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2261714 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894429 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2261715 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894429 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2276941 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903801 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 078 0

2277735 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904521 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2279320 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905974 BREAKER 
1208, 
12.47 KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 265 252 254
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2279321 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905975 BREAKER 
1210, 
12.47 KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 323 327 330

2279322 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905976 BREAKER 
1211, 
12.47 KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 436 250 235 243

2458303 1211,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894451 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708054 STATION 
MULBER
RY 
CREEK 
RET, 
1735, 
100.0 KV

42764729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07

2214153 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892094 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258159 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893942 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2258392 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893942 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2275367 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902419 BREAKER 
1201, 
12.47 KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 164 163 162
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2277575 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904369 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279070 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905739 BREAKER 
1203, 
12.47 KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1642 0 139 154 160

2279115 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905781 BREAKER 
1204, 
12.47 KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1495 0 186 175 168

2279158 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905821 BREAKER 
1202, 
12.47 KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1480 0 72 84 73

2386113 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893942 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2416317 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894562 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2416319 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894562 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03
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2416324 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894562 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2416331 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894560 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2416333 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894561 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R02

2416336 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894560 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2416337 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894560 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2420375 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894561 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2420376 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894561 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708499 STATION 
N 
GREENW
OOD 
RET, 
4356, 
44.0 KV

42762692 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02
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2258197 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894422 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2258494 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894421 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258736 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894421 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2258737 1202,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894421 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2258765 1203,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894422 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2258766 1203,REGU
LATOR 
1PH,PHASE 
Z, 250.0 
KVA

REGULATO
R

2894422 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2273792 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2901004 BREAKER 
1202, 
12.47 KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 248 241 225

2274845 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902000 BREAKER 
1203, 
12.47 KV

2709293 STATION 
NEALS 
CREEK 
RET, 
4375, 
44.0 KV

42762152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99956 259 257 288
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2257983 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893946 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709235 STATION 
NEWRY 
RET, 
4390, 
44.0 KV

42764484 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2259172 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893946 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709235 STATION 
NEWRY 
RET, 
4390, 
44.0 KV

42764484 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2277612 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904404 BREAKER 
1201, 
12.47 KV

2709235 STATION 
NEWRY 
RET, 
4390, 
44.0 KV

42764484 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 628 0 220.6 259.3 307.5

2432853 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2893946 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709235 STATION 
NEWRY 
RET, 
4390, 
44.0 KV

42764484 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R05

2257034 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894599 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709232 STATION 
NINETY-
SIX RET, 
4399, 
44.0 KV

42764407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2257035 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894599 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709232 STATION 
NINETY-
SIX RET, 
4399, 
44.0 KV

42764407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2257036 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894599 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709232 STATION 
NINETY-
SIX RET, 
4399, 
44.0 KV

42764407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03
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2458048 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901144 BREAKER 
0401, 
12.47 KV

2709232 STATION 
NINETY-
SIX RET, 
4399, 
44.0 KV

42764407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 308 278 270

20533187 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902687 BREAKER 
1202, 
12.47 KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 233 244.2 222.7

2214753 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891872 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257240 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894108 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2258864 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894119 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258914 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894119 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

2258915 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894119 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03
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2260724 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894108 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2260726 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894108 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2279015 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905690 BREAKER 
1203, 
12.47 KV

2708236 STATION 
NORRIS 
RET, 
4401, 
44.0 KV

42762792 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 921 173.2 179.2 176.6

2258434 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894340 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710071 STATION 
NORTH 
ST RET, 
4402, 
72.0 KV

42762966 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258744 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894340 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710071 STATION 
NORTH 
ST RET, 
4402, 
72.0 KV

42762966 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2261200 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894340 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2710071 STATION 
NORTH 
ST RET, 
4402, 
72.0 KV

42762966 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273659 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
14.4 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900878 BREAKER 
1204, 
12.47 KV

2710071 STATION 
NORTH 
ST RET, 
4402, 
72.0 KV

42762966 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2274372 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901551 BREAKER 
44KV HT, 
44.0 KV

2710071 STATION 
NORTH 
ST RET, 
4402, 
72.0 KV

42762966 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280492 BREAKER 
OIL, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
600.0 
AMPS, 5.5 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2907048 BREAKER 
22KV HT, 
22.0 KV

2711264 STATION 
NORTHB
ROOK 
CAROLIN
A 
HOLLIDA
YS, 1448, 
24.0 KV

42761716 NORMAL 
STATION 
INSPECTIO
N - 
NORTHBR
OOK 
CAROLINA 
HOLLIDAYS

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1140 0 46 45 47

20023886 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903143 BREAKER 
PCB 16, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 432 0

20023893 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903175 BREAKER 
PCB 14, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 436 0

20025006 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 4,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903152 BREAKER 
PCB 31, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 721 0

20030092 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903172 BREAKER 
PCB 13, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 758 0
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20252675 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903181 BREAKER 
PCB 20 U1, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 290 0

20252676 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903161 BREAKER 
PCB 27, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 215 0

20252677 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903179 BREAKER 
PCB 21, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 260 0

20255700 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 4,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903185 BREAKER 
PCB 33, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

20255701 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903177 BREAKER 
PCB 30, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 252 0

20255703 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903182 BREAKER 
PCB 19, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 260 0
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20255704 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903169 BREAKER 
PCB 7, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 380 0

20255705 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903178 BREAKER 
PCB 8, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 291 0

20255706 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903183 BREAKER 
PCB 9, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 400 0

20255707 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903157 BREAKER 
PCB 10, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 264 0

20405081 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903168 BREAKER 
PCB 11, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 535 0

20405083 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903171 BREAKER 
PCB 12, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 251 0
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20405084 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903180 BREAKER 
PCB 15, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 0

20405085 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903148 BREAKER 
PCB 18, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 0

20405087 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903147 BREAKER 
PCB 17 
CT1, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 249 0

20405088 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903166 BREAKER 
PCB 22, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 261 0

20405092 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903154 BREAKER 
PCB 26 
CT2, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 0

20405093 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903176 BREAKER 
PCB 28, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 418 0
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20517371 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903165 BREAKER 
PCB 23, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 196 0

20517373 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903162 BREAKER 
PCB 24, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 0

2273531 BREAKER 
OIL, 
100.000 
KV, 121.0 
KV, 1,600.0 
AMPS, 
43.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900756 BREAKER 
OCB 101, 
100.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2872275 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903174 BREAKER 
PCB 4, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

42765280 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 398 0

20023886 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903143 BREAKER 
PCB 16, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 432 0

20023893 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903175 BREAKER 
PCB 14, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 436 0
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20025006 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 4,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903152 BREAKER 
PCB 31, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 721 0

20030092 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903172 BREAKER 
PCB 13, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 758 0

20252675 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903181 BREAKER 
PCB 20 U1, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 290 0

20252676 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903161 BREAKER 
PCB 27, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

20252677 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903179 BREAKER 
PCB 21, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 260 0

20255700 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 4,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903185 BREAKER 
PCB 33, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 201 0
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20255701 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903177 BREAKER 
PCB 30, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 252 0

20255703 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903182 BREAKER 
PCB 19, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 260 0

20255704 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903169 BREAKER 
PCB 7, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 381 0

20255705 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903178 BREAKER 
PCB 8, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 292 0

20255706 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903183 BREAKER 
PCB 9, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 400 0

20255707 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903157 BREAKER 
PCB 10, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 264 0
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20405081 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903168 BREAKER 
PCB 11, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 535 0

20405083 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903171 BREAKER 
PCB 12, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 251 0

20405084 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903180 BREAKER 
PCB 15, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 237 0

20405085 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903148 BREAKER 
PCB 18, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 228 0

20405087 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903147 BREAKER 
PCB 17 
CT1, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 250 0

20405088 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903166 BREAKER 
PCB 22, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 262 0
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20405092 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903154 BREAKER 
PCB 26 
CT2, 
230.000 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

20405093 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903176 BREAKER 
PCB 28, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 418 0

20517371 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903165 BREAKER 
PCB 23, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 205 0

20517373 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903162 BREAKER 
PCB 24, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 220 0

2273531 BREAKER 
OIL, 
100.000 
KV, 121.0 
KV, 1,600.0 
AMPS, 
43.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900756 BREAKER 
OCB 101, 
100.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 84 0

2872275 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903174 BREAKER 
PCB 4, 
230.0 KV

2711098 STATION 
OCONEE 
230KV 
SWITCHY
ARD, 
4416, 
230.0 KV

43131101 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
230KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 398 0
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2276229 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 2.0 
KA, 2.0 
CYCLES

CIRCUIT 
BREAKER

2903146 BREAKER 
PCB 72, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221.5 0

2276234 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 2.0 
KA, 2.0 
CYCLES

CIRCUIT 
BREAKER

2903151 BREAKER 
PCB 71, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 276.5 0

2277202 BREAKER, 
OIL, 44 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904036 BREAKER 
OCB 40, 
44.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 386 0

2279880 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906491 BREAKER 
PCB 57, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1242 0

2279882 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906493 BREAKER 
PCB 55, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1342 0

2279889 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906500 BREAKER 
PCB 59, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1030 0
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2279898 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906509 BREAKER 
PCB 60, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1112 0

2280129 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906713 BREAKER 
PCB 54, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1281 0

2280132 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906716 BREAKER 
PCB 56, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1426 0

2280138 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906722 BREAKER 
PCB 61, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1269 0

2280266 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906839 BREAKER 
PCB 58, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

42765336 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1725 0

2276229 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 2.0 
KA, 2.0 
CYCLES

CIRCUIT 
BREAKER

2903146 BREAKER 
PCB 72, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 221.5 0
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2276234 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 2.0 
KA, 2.0 
CYCLES

CIRCUIT 
BREAKER

2903151 BREAKER 
PCB 71, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 276.5 0

2277202 BREAKER, 
OIL, 44 KV, 
38 KV, 
1200 
AMPS, 22 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904036 BREAKER 
OCB 40, 
44.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 386 0

2279880 BREAKER, 
GAS, 500 
KV, 0 KV, 
3000 
AMPS, 40 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906491 BREAKER 
PCB 57, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1242 0

2279882 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906493 BREAKER 
PCB 55, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1343 0

2279889 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906500 BREAKER 
PCB 59, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1030 0

2279898 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906509 BREAKER 
PCB 60, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1112 0
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2280129 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906713 BREAKER 
PCB 54, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1282 0

2280132 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906716 BREAKER 
PCB 56, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1426 0

2280138 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906722 BREAKER 
PCB 61, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1269 0

2280266 BREAKER 
GAS, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2906839 BREAKER 
PCB 58, 
525.0 KV

2711099 STATION 
OCONEE 
525KV 
SWITCHY
ARD, 
4417, 
525.0 KV

43131079 NORMAL 
STATION 
INSPECTIO
N - 
OCONEE 
525KV SW

CLOSE TD-NC-SC DEC CWS50 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1725 0

2443069 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064587 BREAKER 
FANT WH, 
100.0 KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 072 0

2443070 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064581 BREAKER 
100KV HT 
WH, 100.0 
KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 091 0
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2443071 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064590 BREAKER 
SPARE 
BREAKERS, 
0.0 KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 087 0

2443072 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064586 BREAKER 
FANT BL, 
100.0 KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 064 0

2445262 REGULATO
R 
1PH,PHASE 
C, 13.2 KV, 
994.0 KVA

REGULATO
R

3064610 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L06

2448107 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064585 BREAKER 
1201, 
12.47 KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 60.40 60.20 58.30

2449127 REGULATO
R 
1PH,PHASE 
A, 13.2 KV, 
994.0 KVA

REGULATO
R

3064610 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05
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2455473 REGULATO
R 
1PH,PHASE 
B, 13.2 KV, 
994.0 KVA

REGULATO
R

3064610 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

3051278 STATION 
OCONEE 
PROTECT
ED 
SERVICE 
WATER, 
2706, 
100.0 KV

42762088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L06

2451339 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081209 BREAKER 
FANT WH, 
100.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 043 0

2451340 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081218 BREAKER 
FANT BL, 
100.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 065 0

2451611 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081211 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 060 0.186 0.188 0.182

2456848 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081212 BREAKER 
BK 2 24KV 
LT, 24.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 75.1 76.5 82.0

2456860 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081210 BREAKER 
BK 1 24KV 
LT, 24.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 56.0 57.5 62.3
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2458988 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081214 BREAKER 
24KV DEL 
1, 24.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 56.20 57.50 63.30

2458990 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3081215 BREAKER 
24KV DEL 
2, 24.0 KV

3051277 STATION 
OCONEE 
SITE 
100KV, 
2704, 
100.000 
KV

42762416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 113 74.7 76.5 82.0

2385059 2403,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151239 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R10

2385062 2404,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151238 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R09

2385086 2403,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151239 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2385096 2404,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151238 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2841984 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151214 BREAKER 
2402, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 281.9 282.0 281.6
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2841985 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151218 BREAKER 
BUS DEL 
1&2 24KV 
TIE, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 56.0 57.4 62.4

2841986 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151216 BREAKER 
DEL 1, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 120 2.33 12.0 0.27

2841987 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151213 BREAKER 
DEL 2, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 56.3 112.2 56.3

2841988 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151215 BREAKER 
2403, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 098 244.8 244.7 244.4

2841989 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3151217 BREAKER 
2404, 24.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 101 13.6 11.3 10.5

2844019 2404,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151238 REGULATO
R 
2404,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2844020 2403,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151239 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03
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2844021 2402,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151240 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2844022 2402,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151240 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2844023 2402,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3151240 REGULATO
R 
2402,PHAS
E 1.0, 13.0 
KV

3051564 STATION 
OCONEE 
SITE 
24KV, 
5547, 
24.0 KV

42761972 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2215430 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2891877 CAPACITO
R BANK 
1A, 2.4 KV, 
3,000.0 
KVAR

2708670 STATION 
ONE 
WORLD 
TECH 
ANDERS
ON, 
4681, 
44.0 KV

42763324 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 605 OFF

2213854 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892028 CAPACITO
R BANK 1B, 
2.4 KV, 
1,800.0 
KVAR

2708537 STATION 
OWENS 
CORN 
FIBG STA 
A,C,D, 
1476, 
100.0 KV

42761929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214158 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892027 CAPACITO
R BANK 
1A, 2.4 KV, 
1,800.0 
KVAR

2708537 STATION 
OWENS 
CORN 
FIBG STA 
A,C,D, 
1476, 
100.0 KV

42761929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277529 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904334 BREAKER 
CBK 
1A&1B 
BRK, 4.16 
KV

2708537 STATION 
OWENS 
CORN 
FIBG STA 
A,C,D, 
1476, 
100.0 KV

42761929 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0
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2258177 1200,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894636 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2708239 STATION 
PANORA
MA RET, 
4458, 
44.0 KV

42763990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2280393 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906956 BREAKER 
1202, 
12.47 KV

2708239 STATION 
PANORA
MA RET, 
4458, 
44.0 KV

42763990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2093 0 60 120 71

2843582 1200, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894636 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2708239 STATION 
PANORA
MA RET, 
4458, 
44.0 KV

42763990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2844990 1200, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
250.0 KVA

REGULATO
R

2894636 REGULATO
R 
1200,PHAS
E 0.0, 6.9 
KV

2708239 STATION 
PANORA
MA RET, 
4458, 
44.0 KV

42763990 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2215311 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891624 CAPACITO
R BANK 
1A, 0.6 KV, 
1,500.0 
KVAR

2708122 STATION 
PARKWA
Y 
PRODUC
TS INC, 
3413, 
44.0 KV

42763039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1236 OFF

2214096 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891875 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2257058 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894166 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 Neutral
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2257059 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894166 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R02

2257060 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894166 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R01

2280192 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906770 BREAKER 
1201, 
12.47 KV

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 909 0 88 84 85

2280617 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907156 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708540 STATION 
PEARMA
N SS, 
4484, 
100.0 KV

42762306 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215276 1A CAPACITO
R

2891865 CAPACITO
R BANK 
1A, 4.16 
KV, 900.0 
KVAR

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1590 ON

2256113 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 50.0 
KVA

REGULATO
R

2894082 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R16

2256348 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894074 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

M-100 Sub 163 
PSDR2-2



2257080 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894082 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2257267 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894074 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04

2258893 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894074 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2259169 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893891 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259170 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893891 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2259171 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893891 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2260245 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894063 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05
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2260540 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894063 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2260766 0402,REGU
LATOR 
1PH,PHASE 
Z, 100.0 
KVA

REGULATO
R

2894082 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R16

2261046 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894063 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2276703 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903580 BREAKER 
44KV HT, 
44.0 KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 60 0

2278900 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905578 BREAKER 
1201, 
12.47 KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1579 219.9 194.3 154

2279091 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905759 BREAKER 
1202, 
12.47 KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 697 219.7 232.5 223.3

2280312 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906879 BREAKER 
0401, 4.16 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1315 0 226.7 314.8 208.4
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2280415 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906975 BREAKER 
0402, 4.16 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 931 0 122.8 188.2 98.6

2416265 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894082 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2709344 STATION 
PENDLET
ON RET, 
4500, 
44.0 KV

42764053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R12

2259387 1201,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2894407 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259635 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894407 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259636 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893800 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259637 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894407 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259673 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893800 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2259678 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893800 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273633 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  121 
KV,  800 
AMPS,  7.5 
KA,  
CYCLES

CIRCUIT 
BREAKER

2900852 BREAKER 
CENTRAL 
BL E, 100.0 
KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274476 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901651 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274477 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901652 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274478 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901653 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274490 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901665 BREAKER 
1203, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901666 BREAKER 
1204, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2280822 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907351 BREAKER 
BLUE 
RIDGE EC 
DEL 19, 
12.47 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280924 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907445 BREAKER 
CENTRAL 
BL W, 
100.0 KV

2708541 STATION 
PIERCET
OWN SS, 
1585, 
100.000 
KV

42762199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20242304 REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV

REGULATO
R

2894318 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

20500657 1208, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV

REGULATO
R

2893720 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20807167 1208, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893720 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20906717 1206, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894313 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2214191 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893269 CAPACITO
R BANK 
2A, 12.47 
KV, 4,800.0 
KVAR

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 OFF
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2257257 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893793 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257333 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894310 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R16

2257689 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894310 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2257697 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894310 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2258484 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894325 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2258485 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894325 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2258493 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894318 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05
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2258495 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894318 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2258496 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893720 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2258497 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894313 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2258511 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894313 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2258513 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894325 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2259812 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893793 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R09

2259817 1210,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893793 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06
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2259880 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893483 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2261920 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893483 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2272892 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900139 BREAKER 
1207, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 939 237 228 288

2273454 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900679 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 119 1080 1052 1121

2273838 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901050 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 001 0 0 0

2273843 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901055 BREAKER 
12AX, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 989 0 0 0

2274401 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901580 BREAKER 
1210, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 251 171 154 207
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2274554 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901726 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 956 0

2274865 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902020 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 083 0 0 0

2274866 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902021 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 113 680 697 637

2279052 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905724 BREAKER 
1205, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 708 320 272 276

2279053 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905725 BREAKER 
1206, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 840 293 264 302

2279054 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905726 BREAKER 
1208, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 483 281 349 298

2279055 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905727 BREAKER 
1211, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 882 244 176 205
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2279056 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905728 BREAKER 
1212, 
12.47 KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 011 227 275 278

2411164 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893483 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2708555 STATION 
PLAINVIE
W RET, 
1679, 
100.0 KV

42762211 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2213823 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892051 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2709045 STATION 
PLANTAT
ION PIPE 
ANDERS
ON 
PUMP, 
4548, 
44.0 KV

42763809 NORMAL 
STATION 
INSPECTIO
N -
PLANTATI
ON PIPE 
ANDERSO
N PUMP

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 OFF

2259624 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894295 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2259819 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894295 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260619 0402,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894305 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2260620 0402,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894305 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07
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2260621 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894305 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2261457 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894295 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2387820 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906549 BREAKER 
0402, 4.16 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 068 183 157 180

2387823 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906166 BREAKER 
0401, 4.16 
KV

2710800 STATION 
PLANTER
S RET, 
4555, 
44.0 KV

42764155 NORMAL 
STATION 
INSPECTIO
N -
PLANTERS 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 085 173 191 210

2214090 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892451 CAPACITO
R BANK 1B, 
4.16 KV, 
2,250.0 
KVAR

2708782 STATION 
PRYSMIA
N 
POWER 
CABLES 
USA LLC, 
4545, 
44.0 KV

42762251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1996 OFF

2214160 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892450 CAPACITO
R BANK 
1A, 4.16 
KV, 2,250.0 
KVAR

2708782 STATION 
PRYSMIA
N 
POWER 
CABLES 
USA LLC, 
4545, 
44.0 KV

42762251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4414 ON
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2215227 1C,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893401 CAPACITO
R BANK 1C, 
4.16 KV, 
2,400.0 
KVAR

2708782 STATION 
PRYSMIA
N 
POWER 
CABLES 
USA LLC, 
4545, 
44.0 KV

42762251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1721 OFF

2277334 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904146 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708782 STATION 
PRYSMIA
N 
POWER 
CABLES 
USA LLC, 
4545, 
44.0 KV

42762251 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4033

2862565 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894652 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708542 STATION 
RELIANC
E ELEC 
BELTON 
T&D, 
5156, 
44.0 KV

42763055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2862567 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894652 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708542 STATION 
RELIANC
E ELEC 
BELTON 
T&D, 
5156, 
44.0 KV

42763055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2862568 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894652 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708542 STATION 
RELIANC
E ELEC 
BELTON 
T&D, 
5156, 
44.0 KV

42763055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2454914 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892230 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708543 STATION 
ROBERT 
BOSCH 
CORP, 
1705, 
100.0 KV

42764069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 521 OFF

2454915 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893128 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708543 STATION 
ROBERT 
BOSCH 
CORP, 
1705, 
100.0 KV

42764069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 369 OFF
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2445857 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064702 BREAKER 
COURTNEY
, 72.0 KV

3050073 STATION 
ROCHES
TER TIE, 
2699, 
100.000 
KV

42762344 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115 0

2445859 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064695 BREAKER 
BK 1 44KV 
LT, 72.0 KV

3050073 STATION 
ROCHES
TER TIE, 
2699, 
100.000 
KV

42762344 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 0

2445865 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064710 BREAKER 
GAP HILL, 
72.0 KV

3050073 STATION 
ROCHES
TER TIE, 
2699, 
100.000 
KV

42762344 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 107 0

20521248 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894507 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R11

20521249 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894507 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

20521251 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894507 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

20591699 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894506 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10
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20591701 1201, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894506 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R11

20591703 1201, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894506 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R10

20591764 1204, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42224691 REGULATO
R BANK 
1204, 
UNITS - 0, 
13.000 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20591768 1204, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42224691 REGULATO
R BANK 
1204, 
UNITS - 0, 
13.000 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20591769 1204, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

42224691 REGULATO
R BANK 
1204, 
UNITS - 0, 
13.000 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20591774 BREAKER 
VAC, ABC 
PH, 17.100 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42224711 BREAKER 
1204, 
12.470 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 0 0 0

2213845 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891681 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2367 OFF
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2213846 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891681 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2367 OFF

2260116 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893754 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260117 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893754 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2260239 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893754 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2273815 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901027 BREAKER 
1203, 
12.47 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 283.2 292 288.6

2274207 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901398 BREAKER 
1201, 
12.47 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 298 187.3 140.2 161.3

2274208 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901399 BREAKER 
1202, 
12.47 KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 179.2 169.4 161.8
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2277747 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904531 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708623 STATION 
SANDY 
SPRINGS 
RET, 
4700, 
44.0 KV

42762786 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4832

2215251 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891878 CAPACITO
R BANK 01, 
100.0 KV, 
14,400.0 
KVAR

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1257 OFF

2215252 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893270 CAPACITO
R BANK 02, 
100.0 KV, 
14,400.0 
KVAR

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1257 OFF

2276246 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903163 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1031 0

2276742 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903616 BREAKER 
BENGAL, 
44.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 219 0

2279748 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906368 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 895 0

2279864 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906476 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 578 0
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2280023 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906620 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 747 0

2280335 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906900 BREAKER 
SANDY 
SPRINGS, 
44.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 687 0

2280412 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906972 BREAKER 
REFUGE 
WH, 100.0 
KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1591 0

2280439 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906997 BREAKER 
PENDLETO
N, 44.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 750 0

2280499 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907052 BREAKER 
MICHELIN 
TIRE TAP, 
100.0 KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 939 0

2280966 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907480 BREAKER 
SANDY 
SPRINGS 
TAP, 100.0 
KV

2710072 STATION 
SANDY 
SPRINGS 
TIE, 
1547, 
100.0 KV

42763865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1293 0
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2214790 1A,CAPACI
TOR BANK 
13.2 KV

CAPACITO
R

2891418 CAPACITO
R BANK 
1A, 13.2 
KV, 4,200.0 
KVAR

2708168 STATION 
SEALED 
AIR 
CORP 
SENECA 
PL, 3804, 
100.0 KV

42764303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 OFF

2280614 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907153 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708168 STATION 
SEALED 
AIR 
CORP 
SENECA 
PL, 3804, 
100.0 KV

42764303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 0 0 0

2214027 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891632 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708627 STATION 
SENECA 
CITY DEL 
1, 1473, 
100.0 KV

42763244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 311 OFF

2214028 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891633 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708627 STATION 
SENECA 
CITY DEL 
1, 1473, 
100.0 KV

42763244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 463 OFF

2275595 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902538 BREAKER 
SENECA 
CITY TAP 
WH, 100.0 
KV

2708627 STATION 
SENECA 
CITY DEL 
1, 1473, 
100.0 KV

42763244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 954 0

2275608 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902551 BREAKER 
SENECA 
CITY TAP 
BL, 100.0 
KV

2708627 STATION 
SENECA 
CITY DEL 
1, 1473, 
100.0 KV

42763244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 162 0

2277525 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904330 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708627 STATION 
SENECA 
CITY DEL 
1, 1473, 
100.0 KV

42763244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 311 0 0 0
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2215837 06,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891631 CAPACITO
R BANK 06, 
44.0 KV, 
19,200.0 
KVAR

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1064 ON

2274370 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901549 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 070 0

2274371 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901550 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 086 0

2274538 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901711 BREAKER 
100KV HT 
WH, 100.0 
KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 716 0

2274545 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901718 BREAKER 
100KV HT 
BL, 100.0 
KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 984 0

2279733 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906354 BREAKER 
WALHALLA
, 44.0 KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 079 0

2280043 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906634 BREAKER 
KEOWEE, 
44.0 KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 098 0
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2874252 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903414 BREAKER 
CBK 5&6 
BRK, 44.0 
KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 054 0

2874253 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903298 BREAKER 
REEDY 
FORK, 44.0 
KV

2709169 STATION 
SENECA 
TIE, 
1226, 
100.0 KV

42762491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 043 0

2255203 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858031 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710781 STATION 
SHAW 
IND INC 
CLEMSO
N PL, 
1434, 
100.0 KV

42765227 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

2255205 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858030 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2710781 STATION 
SHAW 
IND INC 
CLEMSO
N PL, 
1434, 
100.0 KV

42765227 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L08

2258169 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894521 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709233 STATION 
SHOALS 
JCT RET, 
4737, 
44.000 
KV

42764449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2258207 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894521 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709233 STATION 
SHOALS 
JCT RET, 
4737, 
44.000 
KV

42764449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2261252 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894521 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709233 STATION 
SHOALS 
JCT RET, 
4737, 
44.000 
KV

42764449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04
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2280351 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906916 BREAKER 
1203, 
12.47 KV

2709233 STATION 
SHOALS 
JCT RET, 
4737, 
44.000 
KV

42764449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2072 0 263 299 278

2259184 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894529 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708337 STATION 
SIX MILE 
RET, 
5153, 
100.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 R01

2259185 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894529 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708337 STATION 
SIX MILE 
RET, 
5153, 
100.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R02

2259186 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894529 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708337 STATION 
SIX MILE 
RET, 
5153, 
100.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R01

2453730 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907139 BREAKER 
1206, 
12.47 KV

2708337 STATION 
SIX MILE 
RET, 
5153, 
100.0 KV

42762189 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 156.2 172.8 203.8

2215428 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891456 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708283 STATION 
SQUARE 
D CO, 
4834, 
44.0 KV

42764976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 068 OFF

2261204 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894196 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708285 STATION 
STARR 
RET, 
4840, 
44.0 KV

42762180 NORMAL 
STATION 
INSPECTIO
N -STARR 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L05
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2261639 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894196 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708285 STATION 
STARR 
RET, 
4840, 
44.0 KV

42762180 NORMAL 
STATION 
INSPECTIO
N -STARR 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2280921 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907442 BREAKER 
1201, 
12.47 KV

2708285 STATION 
STARR 
RET, 
4840, 
44.0 KV

42762180 NORMAL 
STATION 
INSPECTIO
N -STARR 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1875 0 156 167 165

2849523 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
167.0 KVA

REGULATO
R

2894196 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708285 STATION 
STARR 
RET, 
4840, 
44.0 KV

42762180 NORMAL 
STATION 
INSPECTIO
N -STARR 
RET

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

20257021 1205, 
REGULATO
R 1PH, 
PHASE X, 
13,200.0 
KV, 280.0 
KVA, 
7,620.0 
KVA

REGULATO
R

2893676 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

20798522 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902656 BREAKER 
12AX, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 0 0 0 0

20798553 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2904296 BREAKER 
1208, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 0 628 674.8 654.3

20798554 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902659 BREAKER 
1204, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 0 234.8 234.9 208.6
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20798555 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2902655 BREAKER 
1203, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342 0 193 208.8 189.3

20798569 12AX, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

42603239 REGULATO
R BANK 
12AX, 
UNITS - 1, 
6.900 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20798570 12AX, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

42603239 REGULATO
R BANK 
12AX, 
UNITS - 1, 
6.900 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20798573 12AX, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

42603239 REGULATO
R BANK 
12AX, 
UNITS - 1, 
6.900 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2257779 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893977 REGULATO
R BK 1 
1203,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2258279 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893676 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2258295 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893985 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07
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2258296 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893985 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2258734 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893985 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2259124 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893931 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2259139 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893931 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2259881 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893977 REGULATO
R BK 1 
1203,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R07

2260737 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893676 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2261055 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893982 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01
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2261059 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893988 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

2261060 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893988 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2261061 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893982 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261228 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893982 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2261248 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893931 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2262030 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893562 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2262053 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893562 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06
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2262059 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893985 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2273021 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900260 BREAKER 
1205, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 579 12.5 17.1 11.8

2273097 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900335 BREAKER 
1210, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 534 295.2 303.9 297.9

2275134 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902239 BREAKER 
1206, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 94.6 149.8 127.7

2275135 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902240 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0 0 0

2275147 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902252 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 41.4 429 385

2275791 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902723 BREAKER 
100KV HT, 
100.0 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0
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2278159 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904902 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 0 0 0 0

2278163 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904906 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 335 0 193.8 253.3 275.7

2278166 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904909 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 334 0 103.6 164.7 138.5

2445708 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904511 BREAKER 
1209, 
12.47 KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 27 142.8 135.1 155.4

2464504 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893988 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

2464505 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893562 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2709049 STATION 
SUMME
Y ST RET, 
1475, 
100.0 KV

42762996 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

2214017 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892456 CAPACITO
R BANK 1B, 
4.16 KV, 
3,000.0 
KVAR

2708544 STATION 
TIMKEN 
CO 
SPECIALT
Y PL, 
4950, 
44.0 KV

42763175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 OFF
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2214261 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892455 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708544 STATION 
TIMKEN 
CO 
SPECIALT
Y PL, 
4950, 
44.0 KV

42763175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 112 OFF

2277360 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904171 BREAKER 
CBK 1B&1C 
BRK, 13.0 
KV

2708544 STATION 
TIMKEN 
CO 
SPECIALT
Y PL, 
4950, 
44.0 KV

42763175 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 0 0 0

2215589 1B,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893423 CAPACITO
R BANK 1B, 
4.16 KV, 
1,200.0 
KVAR

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 507 OFF

2215694 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892030 CAPACITO
R BANK 
1A, 4.16 
KV, 1,200.0 
KVAR

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1822 OFF

2256575 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894308 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2256593 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894306 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2256595 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894308 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2257033 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894306 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2257750 0402,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894308 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2274799 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904284 BREAKER 
0401, 4.16 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 273 125 125 137

2278903 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905581 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1708 0 0 0

2416239 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894306 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2420266 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904286 BREAKER 
0402, 4.16 
KV

2710798 STATION 
TOWERS 
ST RET, 
4953, 
44.0 KV

42764063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 219 197 271

2213990 5A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892048 CAPACITO
R BANK 
5A, 44.0 
KV, 3,000.0 
KVAR

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2213991 7A,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892049 CAPACITO
R BANK 
7A, 44.0 
KV, 3,000.0 
KVAR

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215073 05,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892050 CAPACITO
R BANK 05, 
44.0 KV, 
7,200.0 
KVAR

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255610 1206,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894362 REGULATO
R 
1206,PHAS
E 0.0, 13.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255668 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894368 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2256335 0402,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894351 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2256365 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894343 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2256594 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894351 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2256870 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894360 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2256871 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894360 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257236 1212,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893862 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257554 1208,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894373 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257713 1212,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893862 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2257870 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894343 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258396 1211,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894398 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2258397 1211,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894398 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258406 1211,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894398 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258872 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894392 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258873 1210,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894392 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2258878 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894392 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259183 1212,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893862 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259630 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894373 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
PSDR2-2



2259651 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894382 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259652 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894382 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2259854 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894382 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2261229 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894360 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273181 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900416 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273182 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900417 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273183 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900418 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2273369 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900599 BREAKER 
1205, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273674 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900891 BREAKER 
FIBER WH, 
100.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273675 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900892 BREAKER 
FIBER BL, 
100.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2273870 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901078 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274263 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2901451 BREAKER 
0402, 4.16 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274628 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901798 BREAKER 
BUS 6&7 
12.5KV TIE, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274629 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901799 BREAKER 
BK 7 
12.5KV LT, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2274647 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901815 BREAKER 
1212, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2274785 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901941 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2275632 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902568 BREAKER 
1211, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2276965 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903821 BREAKER 
ANDERSO
N WH, 
100.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277102 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903956 BREAKER 
BK 2 100KV 
HT, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277219 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904043 BREAKER 
WHITNER, 
44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277220 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904044 BREAKER 
ORR, 44.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2277224 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904048 BREAKER 
TRIBBLE 
ST, 44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277225 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904049 BREAKER 
SANDY 
SPRINGS, 
44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277450 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904257 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2277550 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904350 BREAKER 
1210, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278128 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904872 BREAKER 
1207, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278132 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904876 BREAKER 
12AX, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278180 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904923 BREAKER 
1206, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2278339 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905061 BREAKER 
1209, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278407 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905112 BREAKER 
ANDERSO
N BL, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278685 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905377 BREAKER 
CBK 5 BRK, 
44.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279570 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
8.9 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906209 BREAKER 
1208, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2279954 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906558 BREAKER 
BUS 5&6 
12.5KV TIE, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280240 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906814 BREAKER 
BK 4,5,6&7 
100KV HT, 
100.0 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280662 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907198 BREAKER 
CBK 7A 
BRK, 12.47 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2280663 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907199 BREAKER 
CBK 5A 
BRK, 12.47 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280784 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2907315 BREAKER 
0401, 4.16 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280858 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907385 BREAKER 
1202, 
12.47 KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2416236 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894351 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2421465 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894343 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2450633 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906466 BREAKER 
TOXAWAY 
WH, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2450634 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906327 BREAKER 
TOXAWAY 
BL, 100.0 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021
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2452565 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894373 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710073 STATION 
TOXAWA
Y TIE, 
1279, 
115.0 KV

42762340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2255658 0405,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894282 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2255660 0405,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894282 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2256576 0405,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894282 REGULATO
R 
0405,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2257092 0404,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894281 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2258415 0408,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894289 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258663 0404,REGU
LATOR 
1PH,PHASE 
Z, 2,500.0 
KV, 250.0 
KVA

REGULATO
R

2894281 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03
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2258692 0404,REGU
LATOR 
1PH,PHASE 
Y, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894281 REGULATO
R 
0404,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2258933 0408,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894289 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2260055 0406,REGU
LATOR 
1PH,PHASE 
Z, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894284 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

2260058 0406,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894284 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2260103 0406,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894284 REGULATO
R 
0406,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

2260715 0407,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894288 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2276465 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 5.7 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903354 BREAKER 
TRIBBLE 
ST, 44.0 KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1980 0
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2277952 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904722 BREAKER 
GLUCK, 
44.0 KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 700 0

2368011 0403,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894277 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2368016 0403,REGU
LATOR 
1PH,PHASE 
Y, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894277 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2368018 0403,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894277 REGULATO
R 
0403,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2430313 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901197 BREAKER 
0403, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 119 248 176 230

2430314 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900815 BREAKER 
0404, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 273 310 256

2430315 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901255 BREAKER 
0405, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 203 300 296
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2430316 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900738 BREAKER 
0406, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 184 182 184

2430317 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901356 BREAKER 
0407, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 183 182 184

2430318 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906915 BREAKER 
0408, 4.16 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 133 155 133

2435480 0407, 
REGULATO
R 1PH, 
PHASE Z, 
4.330 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894288 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2435481 0407, 
REGULATO
R 1PH, 
PHASE Y, 
4.330 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894288 REGULATO
R 
0407,PHAS
E 0.0, 2.4 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2450039 0408,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894289 REGULATO
R 
0408,PHAS
E 0.0, 4.1 
KV

2708545 STATION 
TRIBBLE 
ST RET, 
1298, 
44.0 KV

42762684 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2214987 1A CAPACITO
R

2893050 CAPACITO
R BANK 
1A, 0.0 KV, 
1,800.0 
KVAR

2708640 STATION 
TYCO 
HEALTHC
ARE 
KENDALL 
SENECA, 
4040, 
44.0 KV

42763182 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1212 OFF
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2213838 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891454 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708311 STATION 
U S 
ENGINE 
VALVE 
CORP, 
4985, 
44.0 KV

42764965 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 OFF

2214177 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891453 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708311 STATION 
U S 
ENGINE 
VALVE 
CORP, 
4985, 
44.0 KV

42764965 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 844 OFF

2277337 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904149 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708311 STATION 
U S 
ENGINE 
VALVE 
CORP, 
4985, 
44.0 KV

42764965 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 844 0000 0000 0000

2259551 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894563 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259581 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894563 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2259583 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894563 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2259585 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893809 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2259803 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893809 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

M-100 Sub 163 
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2259814 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893809 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2274504 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901678 BREAKER 
1203, 
12.47 KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 114 95 92

2274505 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901679 BREAKER 
1204, 
12.47 KV

2708315 STATION 
UTOPIA 
RET, 
5009, 
44.0 KV

42762300 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 95 119 103

2277825 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904598 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708318 STATION 
VY TECH 
IND 
ANDERS
ON PL, 
5032, 
100.0 KV

42764985 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

20822545 0402, 
REGULATO
R 1PH, 
PHASE Y, 
100.0 KVA, 
112.0 KVA

REGULATO
R

2893749 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R02

2275989 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902913 BREAKER 
0401, 4.16 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 564 0 120 110 100

2275990 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902914 BREAKER 
0402, 4.16 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 0 280 180 200

M-100 Sub 163 
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2414097 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893749 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2415858 0401,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893729 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2415859 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893749 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2416228 0401,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893729 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2416233 0401, 
REGULATO
R 1PH, 
PHASE Y, 
4.330 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2893729 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709237 STATION 
WALHAL
LA RET, 
5045, 
44.0 KV

42764650 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2214439 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891451 CAPACITO
R BANK 01, 
44.0 KV, 
7,200.0 
KVAR

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 883 OFF

2214667 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891452 CAPACITO
R BANK 02, 
44.0 KV, 
7,200.0 
KVAR

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1677 OFF

2215643 03 CAPACITO
R

2893172 CAPACITO
R BANK 03, 
0.0 KV, 
8,400.0 
KVAR

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 539 OFF
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2276647 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903526 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 487 0

2278783 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905472 BREAKER 
100KV HT, 
100.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 958 0

2279591 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906229 BREAKER 
BEAR 
SWAMP, 
44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 695 1

2279950 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906554 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 622 0

2279957 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906561 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 632 0

2279965 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906569 BREAKER 
CHICOPEE, 
44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 0

2279972 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906575 BREAKER 
WALHALLA
, 44.0 KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 067 0
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2280214 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906789 BREAKER 
CBK 
1&2&3 
BRK, 44.0 
KV

2709053 STATION 
WALHAL
LA TIE, 
1412, 
100.0 KV

42762379 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 313 0

2276774 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903647 BREAKER 
WAMSUTT
A TAP, 
100.0 KV

2707981 STATION 
WAMSU
TTA TAP, 
1316, 
100.0 KV

42761745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 033 0

2257745 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894524 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2257746 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894523 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2257747 0401,REGU
LATOR 
1PH,PHASE 
X, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894523 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2257766 0401,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894523 REGULATO
R 
0401,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2276427 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903320 BREAKER 
0401, 4.16 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 583 0 54 63 56
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2277573 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904367 BREAKER 
0402, 4.16 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 759 120 130 90

2277973 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904741 BREAKER 
44KV HT, 
44.0 KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 23 0

2368015 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894524 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2416261 0402, 
REGULATO
R 1PH, 
PHASE Z, 
4,330.0 KV

REGULATO
R

2894524 REGULATO
R 
0402,PHAS
E 0.0, 2.4 
KV

2708322 STATION 
WARE 
SHOALS 
RET, 
5053, 
44.0 KV

42762034 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2214560 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891446 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1185 OFF

2215324 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893363 CAPACITO
R BANK 05, 
100.0 KV, 
24,000.0 
KVAR

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2125 OFF

2274772 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901928 BREAKER 
CBK 5 BRK, 
100.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 097 0
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2275218 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902317 BREAKER 
BEACON, 
44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 062 0

2275219 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902318 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 052 0

2275220 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902319 BREAKER 
BK 5 44KV 
HT, 44.0 
KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 031 0

2275221 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902320 BREAKER 
WESTMINS
TER CITY, 
44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 058 0

2275222 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902321 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 067 0

2275223 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902322 BREAKER 
BEAR 
SWAMP, 
44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 077 0

2275224 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902323 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 081 0
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2275463 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900118 BREAKER 
DARBY BL, 
100.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 059 0

2276847 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903710 BREAKER 
BK 1&2&3 
100KV HT, 
100.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 963 0

2276988 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903844 BREAKER 
DARBY 
WH, 100.0 
KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 970 0

2276989 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903845 BREAKER 
WESTMINS
TER WH, 
100.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 793 0

2276990 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903846 BREAKER 
WESTMINS
TER BL, 
100.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 884 0

2276992 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903848 BREAKER 
TALLULAH 
B&W, 
115.0 KV

2709054 STATION 
WESTMI
NSTER 
MN, 
1239, 
115.0 KV

42763071 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 031 0

2214605 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891889 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0008 OFF
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2214960 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891888 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2254981 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858212 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R08

2254985 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858213 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R06

2273115 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900353 BREAKER 
1203, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 935 1 188 165 192

2273116 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900354 BREAKER 
1204, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 927 0 287 254 239

2273117 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900355 BREAKER 
1207, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 198 0 130 143 135

2273119 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900357 BREAKER 
1206, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 936 296 334 359
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2273131 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900368 BREAKER 
1205, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 346 1 278 301 323

2273133 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900370 BREAKER 
1208, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 933 0 262 262 264

2273134 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900371 BREAKER 
1209, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 288 0 269 280 257

2274159 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901352 BREAKER 
12AX, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 9 0 0 0

2276607 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903491 BREAKER 
BK 3 100KV 
HT, 100.0 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 583 0

2276722 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903599 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 952 0

2277622 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904414 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0008 0
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2277625 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
15 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904417 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0000 0 0 0 0

2277888 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904661 BREAKER 
1210, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 930 0 315 324 312

2280823 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907352 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 933 0

2280826 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907355 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 932 0

2280845 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907373 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710799 STATION 
WHITEH
ALL RET, 
1318, 
100.0 KV

42764720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 0

2255600 0402,REGU
LATOR 
1PH,PHASE 
Y, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894442 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2258313 0401,REGU
LATOR 
1PH,PHASE 
Y, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894441 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08
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2258764 0401,REGU
LATOR 
1PH,PHASE 
Z, 2,400.0 
KV, 2,500.0 
KV, 100.0 
KVA

REGULATO
R

2894441 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2258912 0402,REGU
LATOR 
1PH,PHASE 
Z, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894442 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2260093 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893620 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2260259 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894444 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2260299 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894444 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2260300 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894444 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2260769 0401,REGU
LATOR 
1PH,PHASE 
X, 4.16 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894441 REGULATO
R 
0401,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06
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2260940 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893620 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R08

2261118 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893620 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R08

2261758 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894445 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2261759 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894445 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2261760 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894443 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2261761 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894443 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2261762 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2894443 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08
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2261783 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894445 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2273571 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900793 BREAKER 
1201, 13.0 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 188 188 183

2274715 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901879 BREAKER 
1202, 
12.47 KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1415 0 119 162 132

2276433 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903325 BREAKER 
1204, 
12.47 KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1669 0 114 141 114

2276439 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903331 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1823 0

2277396 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904203 BREAKER 
1203, 
12.47 KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 319 219 228 253

2277958 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904728 BREAKER 
BK 2 44KV 
HT, 44.0 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2255 0
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2374841 0402,REGU
LATOR 
1PH,PHASE 
X, 4.33 KV, 
2,500.0 KV, 
100.0 KVA

REGULATO
R

2894442 REGULATO
R 
0402,PHAS
E 0.0, 4.1 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2447380 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904524 BREAKER 
0401, 4.16 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 133 135 152

2448678 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904428 BREAKER 
0402, 4.16 
KV

2709342 STATION 
WILLIAM
STON 
RET, 
5091, 
44.0 KV

42762057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 191 174 144

20591393 2401, 
REGULATO
R 1PH, 
PHASE Z, 
24,940.0 
KV

REGULATO
R

3080297 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L02

2258647 2406,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3080299 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2258648 24AX,REG
ULATOR 
1PH,PHASE 
Z, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3080298 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2258662 2406,REGU
LATOR 
1PH,PHASE 
Z, 24.94 
KV, 13.0 
KV, 432.0 
KVA

REGULATO
R

3080299 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L05
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2258756 24AX,REG
ULATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3080298 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2260526 2406,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3080299 REGULATO
R 
2406,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L06

2261933 REGULATO
R 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

3080298 REGULATO
R 
24AX,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2368516 2401,REGU
LATOR 
1PH,PHASE 
X, 24.94 
KV, 
14,400.0 
KV, 484.0 
KVA

REGULATO
R

3080297 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L03

2448689 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080292 BREAKER 
2401, 24.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 28.1 30.7 44.9

2451542 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080291 BREAKER 
24AX, 24.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 055 125.7 147.4 183.1

2451543 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080290 BREAKER 
2406, 24.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 098 185.7 215.6 245.6
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2451600 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080286 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 057 0000 0000 0000

2451601 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080288 BREAKER 
BK 1 24KV 
LT, 24.0 KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 060 28.6 30.8 44.8

2451612 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3080289 BREAKER 
BK 2 24KV 
LT, 24.0 KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 060 185.8 215.5 245.6

2830410 2401,REGU
LATOR 
1PH,PHASE 
Y, 24.94 
KV, 
14,400.0 
KV, 484.0 
KVA

REGULATO
R

3080297 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

3026589 STATION 
WYNDW
ARD 
POINT 
RET, 
2687, 
100.0 KV

42764708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS50 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 L05

20006074 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 1,646.0 
AMPS

LTC 40000497 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2275208 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012573 BREAKER 
BK1 100KV 
HT BY PASS 
CB, 100.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 0

2842108 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000589 BREAKER 
BK 1 13KV 
LT, 13.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 488 519 515
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2842112 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000625 BREAKER 
BUS 1 & 2 
13KV TIE, 
13.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2857841 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000585 BREAKER 
1202, 13.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 79 69 80

2857845 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000584 BREAKER 
1201, 13.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 184 180 169

2857849 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000586 BREAKER 
1204, 13.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 133 147 143

2862789 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000528 BREAKER 
100KV BUS 
JCT CB, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2862790 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000546 BREAKER 
SEALED 
AIR BY-
PASS, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2862791 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000535 BREAKER 
MAULDIN 
WH, 100.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 1
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2862792 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000539 BREAKER 
MAULDIN 
BL, 100.0 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2862793 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000523 BREAKER 
GREENBRI
AR BL, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2862794 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000521 BREAKER 
GREENBRI
AR WH, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 0

2862795 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000518 BREAKER 
PERRY BL, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2862796 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40000514 BREAKER 
PERRY WH, 
100.0 KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0

20025363 2401,REGU
LATOR 
1PH,PHASE 
C, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012454 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

20025366 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012460 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07
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20025368 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012460 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R05

20025398 1206,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012473 REGULATO
R 
1206,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

20025455 12AX,REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012487 REGULATO
R 
12AX,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

20025456 12AX,REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012487 REGULATO
R 
12AX,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

20025457 12AX,REG
ULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012487 REGULATO
R 
12AX,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

20025458 1209,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012499 REGULATO
R 
1209,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R14

20025459 1209,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012499 REGULATO
R 
1209,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R12
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20025460 1209,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012499 REGULATO
R 
1209,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R13

20025462 1210,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012500 REGULATO
R 
1210,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

20341982 1210, 
REGULATO
R 1PH, 
PHASE B, 
7,620.0 KV

REGULATO
R

40012500 REGULATO
R 
1210,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R11

20779548 1210, 
REGULATO
R 1PH, 
PHASE A, 
13,200.0 
KV

REGULATO
R

40012500 REGULATO
R 
1210,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R12

2256532 1206,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012473 REGULATO
R 
1206,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R06

2256785 1205,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012472 REGULATO
R 
1205,PHAS
E 1.0, 0.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R04

2258516 1205,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012472 REGULATO
R 
1205,PHAS
E 1.0, 0.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R06

2258652 2403,REGU
LATOR 
1PH,PHASE 
C, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012481 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08
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2258798 1206,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012473 REGULATO
R 
1206,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R09

2260277 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012460 REGULATO
R 
1204,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2260782 1205,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

40012472 REGULATO
R 
1205,PHAS
E 1.0, 0.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R06

2385056 2403,REGU
LATOR 
1PH,PHASE 
A, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012481 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

2385058 2403,REGU
LATOR 
1PH,PHASE 
B, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012481 REGULATO
R 
2403,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2388280 2401,REGU
LATOR 
1PH,PHASE 
B, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012454 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2388284 2401,REGU
LATOR 
1PH,PHASE 
A, 24.94 
KV, 
14,400.0 
KV, 432.0 
KVA

REGULATO
R

40012454 REGULATO
R 
2401,PHAS
E 1.0, 13.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R10
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2846365 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012342 BREAKER 
1210, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 495 469 408

2851572 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012333 BREAKER 
2401, 24.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 12 6 9

2857850 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012337 BREAKER 
1205, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 122 78 122

2857852 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012341 BREAKER 
1209, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 336 339 320

2862569 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012344 BREAKER 
BK 3 44KV 
LT, 44.0 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 775 747 667

2862572 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012343 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0

2862573 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012339 BREAKER 
BK 2 44KV 
LT, 44.0 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 527 467 525
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2866174 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012334 BREAKER 
2403, 24.0 
KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 286 279 273

2866180 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012335 BREAKER 
BK 1 24KV 
LT, 24.0 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 291 284 281

2871482 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012338 BREAKER 
1206, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 270 256 248

2871487 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012336 BREAKER 
1204, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 183 179 207

2871491 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

40012340 BREAKER 
12AX, 
12.47 KV

42765243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 0 0 0

2276916 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903777 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2707964 STATION 
ALICE 
MFG CO 
ARIAL 
PL, 1186, 
100.0 KV

42764051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2215331 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892234 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2707952 STATION 
ALICE 
MFG CO 
ELLISON 
PL, 1092, 
100.0 KV

42764675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF
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2215332 1C,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892236 CAPACITO
R BANK 1C, 
0.6 KV, 
1,800.0 
KVAR

2707952 STATION 
ALICE 
MFG CO 
ELLISON 
PL, 1092, 
100.0 KV

42764675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2395154 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892235 CAPACITO
R BANK 1B, 
0.6 KV, 
2,100.0 
KVAR

2707952 STATION 
ALICE 
MFG CO 
ELLISON 
PL, 1092, 
100.0 KV

42764675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2395155 1D,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892237 CAPACITO
R BANK 
1D, 0.6 KV, 
1,800.0 
KVAR

2707952 STATION 
ALICE 
MFG CO 
ELLISON 
PL, 1092, 
100.0 KV

42764675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2258883 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

2258884 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2258901 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894543 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2260095 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral
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2260841 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894544 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2261071 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894544 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2261113 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894544 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2262097 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2262098 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893556 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2273278 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900513 BREAKER 
1201, 
12.47 KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 100 55 90

2275690 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902625 BREAKER 
1203, 
12.47 KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 375 411 402
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2275694 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902629 BREAKER 
1202, 
12.47 KV

2709208 STATION 
APALAC
HE RET, 
3060, 
44.0 KV

42764118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 417 405 455

20125475 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907382 BREAKER 
1201, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 346 220 216 203

20125480 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907383 BREAKER 
1202, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 382 282 283 251

20125482 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907384 BREAKER 
1203, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 218 258 244

20125484 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907386 BREAKER 
1204, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 359 240 200 223
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20125486 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907388 BREAKER 
1205, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 365 116 139 93

20125488 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907392 BREAKER 
1207, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 359 224 234 188

20125490 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907399 BREAKER 
1208, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 354 259 279 246

20125492 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907346 BREAKER 
12AX, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0 0 0

20125496 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907378 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0

M-100 Sub 163 
PSDR2-2



20125497 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907312 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 0 0

20125856 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907391 BREAKER 
1206, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 363 309 332 339

20125871 BREAKER 
VAC, 
Unknown 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907318 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0 0 0

2214415 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891674 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 OFF

2214416 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891675 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 947 OFF

2255122 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858967 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

M-100 Sub 163 
PSDR2-2



2255137 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858966 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L02

2277488 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904294 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 784 0 0 0

2277824 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904597 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 947 0 0 0

2280083 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906673 BREAKER 
100KV HT, 
100.0 KV

2709319 STATION 
AUGUST
A RD 
RET, 
1218, 
100.000 
KV

42764243 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2276224 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903141 BREAKER 
525KV HT, 
525.0 KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

42761817 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2276269 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903186 BREAKER 
UNIT 1 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

42761817 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0
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2276270 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903187 BREAKER 
UNIT 2 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

42761817 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2276271 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903188 BREAKER 
UNIT 3 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

42761817 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2276273 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903190 BREAKER 
UNIT 4 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

42761817 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

2276224 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903141 BREAKER 
525KV HT, 
525.0 KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

43130811 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 12 0

2276269 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903186 BREAKER 
UNIT 1 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

43130811 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0
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2276270 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903187 BREAKER 
UNIT 2 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

43130811 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0

2276271 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903188 BREAKER 
UNIT 3 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

43130811 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0

2276273 BREAKER 
AIR, 
Unknown 
PH, 24.000 
KV, 0.0 KV, 
12,000.0 
AMPS, 
200.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

2903190 BREAKER 
UNIT 4 
GEN, 19.0 
KV

2710155 STATION 
BAD 
CREEK 
HYDRO, 
1690, 
525.0 KV

43130811 NORMAL 
STATION 
INSPECTIO
N - BAD 
CREEK 
HYDRO

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0 0 0

20592463 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894219 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708997 STATION 
BAD 
CREEK 
RET, 
1814, 
100.0 KV

42762728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01

2257942 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894219 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708997 STATION 
BAD 
CREEK 
RET, 
1814, 
100.0 KV

42762728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01

2258182 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894219 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708997 STATION 
BAD 
CREEK 
RET, 
1814, 
100.0 KV

42762728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01
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2273338 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900569 BREAKER 
1201, 
12.47 KV

2708997 STATION 
BAD 
CREEK 
RET, 
1814, 
100.0 KV

42762728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2275531 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902478 BREAKER 
1202, 
12.47 KV

2708997 STATION 
BAD 
CREEK 
RET, 
1814, 
100.0 KV

42762728 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2255109 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2858387 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2274764 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901923 BREAKER 
1208, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1423 0 199 272 238

2275578 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902522 BREAKER 
1204, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1433 0 302 296 290

2277520 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904325 BREAKER 
1210, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9946 0 0 0

2278147 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904891 BREAKER 
12AX, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 970 0 0 0 0

M-100 Sub 163 
PSDR2-2



2279444 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906091 BREAKER 
1206, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1788 0 238 230 265

2280182 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906760 BREAKER 
1209, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1924 0 279 289 290

2280234 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906808 BREAKER 
100KV HT, 
100.0 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1043 0

2280426 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2906985 BREAKER 
1205, 
12.47 KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1739 0 236 238 228

2844177 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 2858385 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2707945 STATION 
BAINBRI
DGE RET, 
1056, 
100.000 
KV

42764535 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L06

2399688 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2892819 CAPACITO
R BANK 
1A, 0.46 
KV, 1,200.0 
KVAR

2710784 STATION 
BALDOR 
ELECTRIC 
CO 
GVILLE, 
4603, 
24.0 KV

42763575 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 ON

2255462 1203,REGU
LATOR 
3PH,PHASE 
XYZ, 
12,470.0 
KV, 
13,200.0 
KV, 1,000.0 
KVA

REGULATO
R

2894458 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02
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2255672 1208,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894460 REGULATO
R 
1208,PHAS
E 0.0, 13.0 
KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2256377 1204,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894459 REGULATO
R 
1204,PHAS
E 0.0, 13.0 
KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2273448 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900673 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 599 0

2273484 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900709 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 683 0

2275699 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902634 BREAKER 
1204, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 500 0 228 290 265

2275701 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902636 BREAKER 
1208, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 528 0 192 197 191

2275723 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902657 BREAKER 
1203, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 439 0 130 130 117
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2275724 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902658 BREAKER 
12AX, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 991 0 0 0 0

2275784 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902716 BREAKER 
100KV HT, 
100.0 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 965 0

2278158 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904901 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708003 STATION 
BEREA 
RD RET, 
1484, 
100.0 KV

42763815 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2276534 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903420 BREAKER 
BLUE 
RIDGE EC 
DEL 11B, 
100.0 KV

2711141 STATION 
BLUE 
RIDGE E 
C DEL 
11, 1322, 
100.0 KV

42763816 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

2277998 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904763 BREAKER 
100KV HT, 
100.0 KV

2708998 STATION 
BLUE 
RIDGE E 
C DEL 
14, 1464, 
100.0 KV

42762386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2214519 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893041 CAPACITO
R BANK 01, 
100.0 KV, 
4,800.0 
KVAR

2708088 STATION 
BLUE 
RIDGE E 
C DEL 
16, 3154, 
100.0 KV

42762428 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

20300846 LTC TYPE 
VACUUM

LTC 2858083 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708999 STATION 
BMW 
MFG 
CORP, 
1739, 
123.0 KV

42764082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L04
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20300848 LTC TYPE 
VACUUM

LTC 2858084 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708999 STATION 
BMW 
MFG 
CORP, 
1739, 
123.0 KV

42764082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

20300852 BREAKER 
VAC, 
12.500 KV, 
3,700.0 
AMPS

CIRCUIT 
BREAKER

2905989 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708999 STATION 
BMW 
MFG 
CORP, 
1739, 
123.0 KV

42764082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 1239 1258 1234

20300853 BREAKER 
VAC, 
12.500 KV, 
3,700.0 
AMPS

CIRCUIT 
BREAKER

2905780 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708999 STATION 
BMW 
MFG 
CORP, 
1739, 
123.0 KV

42764082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 153 1058 1074 1054

2384447 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

3022162 BREAKER 
BOB JONES 
UNIV DIST, 
12.47 KV

2709573 STATION 
BOB 
JONES 
UNIV 
DIST, 
3171, 
44.000 
KV

42761880 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 323 0

20032789 BREAKER 
VAC, 
12.470 KV, 
15.5 KV, 
2,000.0 
AMPS, 
25.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2907269 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0 0 0

20271559 BREAKER,  
VAC, ,  
12.47 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2904647 BREAKER 
12AX, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0 0 0

20272191 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 2000 
AMPS, KA, 
3 CYCLES

CIRCUIT 
BREAKER

2907270 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 137 148 165
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20281741 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41434904 BREAKER 
1204, 
12.470 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 61 90 76

20281742 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41435028 BREAKER 
1203, 
12.470 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 127 124 123

20282003 LTC TYPE 
UNKNOW
N, 13.090 
KV, 200.0 
AMPS

LTC 2858866 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

20307819 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41435747 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.470 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 0 0

20307825 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41435748 BREAKER 
BK 1 
12.5KV LT, 
12.470 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 291 329 324

20307828 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 1200 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904646 BREAKER 
1205, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 50 72 74

20307830 BREAKER, 
VAC, 
Unknown 
PH, 12.47 
KV, 15.5 
KV, 1200 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904640 BREAKER 
1206, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 38 50 46
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2214895 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891825 CAPACITO
R BANK 
3A, 12.47 
KV, 2,400.0 
KVAR

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 OFF

2215248 2A CAPACITO
R

2893203 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2255162 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858867 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L05

2255196 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 41435742 TRANSFOR
MER 01, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L06

2273184 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900419 BREAKER 
CBK 1A 
BRK, 
12.470 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

2273653 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900872 BREAKER 
1209, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 112 113 92

2277125 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903977 BREAKER 
100KV HT, 
100.0 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 0

M-100 Sub 163 
PSDR2-2



2277413 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904220 BREAKER 
1207, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 17 135 140 162

2277786 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904566 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0

2277868 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904641 BREAKER 
1211, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 140 134 145

2277870 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904643 BREAKER 
1210, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 34 36 50

2278107 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904852 BREAKER 
1208, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0 167 191 179

2280734 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907265 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710209 STATION 
BRENTW
OOD 
RET, 
1518, 
100.000 
KV

42763874 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 454 458 461

20026210 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907189 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 0 0

M-100 Sub 163 
PSDR2-2



20846779 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902468 BREAKER 
1211, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 331 0 260 230 281

20846780 BREAKER 
VAC, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902467 BREAKER 
1212, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 0 324 363 367

2213869 3B CAPACITO
R

2893319 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592 OFF

2213994 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892614 CAPACITO
R BANK 
2A, 12.47 
KV, 4,800.0 
KVAR

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592 OFF

2214014 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892615 CAPACITO
R BANK 
3A, 12.47 
KV, 4,800.0 
KVAR

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592 ON

2255173 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858888 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2255333 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858889 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

M-100 Sub 163 
PSDR2-2



2274533 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901706 BREAKER 
1206, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185 129 125 121

2275058 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902193 BREAKER 
100KV HT, 
100.0 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2275285 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902369 BREAKER 
1207, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 0 235 244 251

2275286 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902370 BREAKER 
1209, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 340 0 230 206 240

2275363 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902417 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 592 0 0 0

2275513 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902466 BREAKER 
1208, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 369 0 281 280 269

2278084 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904832 BREAKER 
12AX, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 0 0 0 0

M-100 Sub 163 
PSDR2-2



2278157 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904900 BREAKER 
1210, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 0 301 258 231

2280657 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907193 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0 0 0

2280847 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907375 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 235 0 0 0

2387807 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905068 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709004 STATION 
BRUSHY 
CREEK 
RET, 
1422, 
100.0 KV

42762806 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 423 0 0 0

2214221 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891824 CAPACITO
R BANK 02, 
44.0 KV, 
7,200.0 
KVAR

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 OFF

2214437 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891823 CAPACITO
R BANK 01, 
44.0 KV, 
7,200.0 
KVAR

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 OFF

2215230 05, 
CAPACITO
R BANK 
100.000 KV

CAPACITO
R

2893451 CAPACITO
R BANK 05, 
100.000 
KV, 
86,400.0 
KVAR

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 OFF

M-100 Sub 163 
PSDR2-2



2274192 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901384 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2274193 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901385 BREAKER 
MASON, 
44.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2274520 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901693 BREAKER 
VICTOR BL, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 484 0

2274521 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901694 BREAKER 
CBK 5 BRK, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0

2274522 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901695 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2274523 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901696 BREAKER 
WADE BL, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 68 0

2274524 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901697 BREAKER 
WADE WH, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0

M-100 Sub 163 
PSDR2-2



2274535 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901708 BREAKER 
SUBER, 
100.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2274536 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901709 BREAKER 
MAULDIN 
BL, 100.0 
KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 485 0

2274537 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901710 BREAKER 
MAULDIN 
WH, 100.0 
KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 503 0

2274539 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901712 BREAKER 
VICTOR 
WH, 100.0 
KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 61 0

2274540 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901713 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

2276689 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903567 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 724 0

2276750 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903624 BREAKER 
SOUTHERN 
WORSTED, 
44.0 KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1742 0
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2280516 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907065 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708394 STATION 
CANE 
CREEK 
TIE, 
1041, 
100.0 KV

42762431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 395 0

2215757 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891817 CAPACITO
R BANK 
1A, 0.6 KV, 
1,200.0 
KVAR

2709005 STATION 
CARAUS
TAR 
MILL 
GROUP 
INC S1, 
3314, 
44.0 KV

42763801 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 795 OFF

2215898 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2891818 CAPACITO
R BANK 1B, 
0.6 KV, 
1,200.0 
KVAR

2709005 STATION 
CARAUS
TAR 
MILL 
GROUP 
INC S1, 
3314, 
44.0 KV

42763801 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 926 OFF

2213916 1A CAPACITO
R

2891834 CAPACITO
R BANK 
1A, 0.0 KV, 
3,600.0 
KVAR

2708792 STATION 
CDS 
ENSEMB
LES INC, 
3548, 
44.0 KV

42764210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2280615 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907154 BREAKER 
CBK 1A 
BRK, 44.0 
KV

2708792 STATION 
CDS 
ENSEMB
LES INC, 
3548, 
44.0 KV

42764210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2041 0 0 0

20124173 BREAKER,  
VAC, ,  
15.5 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2907322 BREAKER 
12AX, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339 0 0 0

20124181 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907394 BREAKER 
1203, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 346 336 315 266
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20124182 BREAKER,  
VAC, ,  
15.5 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2907323 BREAKER 
1204, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 272 271 271

20124184 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900346 BREAKER 
1205, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 350 242 230 257

20124185 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907320 BREAKER 
1206, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 179 244 224

20124186 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907393 BREAKER 
1207, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 394 211 223 140

20124187 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907321 BREAKER 
1208, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 342 0 0 0

20124188 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907306 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 327

20124189 BREAKER 
VAC, 
15.500 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907300 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321
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2215581 1A CAPACITO
R

2893221 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5 OFF

2215582 2A CAPACITO
R

2893222 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 OFF

2255325 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859048 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 Neutral

2255332 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858981 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01

2275857 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902786 BREAKER 
100KV HT, 
100.0 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 330 0

2277642 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904433 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280637 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907173 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1041
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2443144 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907305 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709008 STATION 
CONWA
Y RET, 
1535, 
100.0 KV

42763625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46

2213824 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892622 CAPACITO
R BANK 
1A, 12.47 
KV, 6,000.0 
KVAR

2708071 STATION 
CYTEC 
CARBON 
FIBERS 
LLC 
GVILLE, 
3048, 
44.0 KV

42762489 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214900 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893362 CAPACITO
R BANK 1B, 
12.47 KV, 
6,000.0 
KVAR

2708071 STATION 
CYTEC 
CARBON 
FIBERS 
LLC 
GVILLE, 
3048, 
44.0 KV

42762489 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2279348 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906001 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708071 STATION 
CYTEC 
CARBON 
FIBERS 
LLC 
GVILLE, 
3048, 
44.0 KV

42762489 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 289 0 0 0

2255040 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,470.0 
AMPS

LTC 2858388 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R02

2255260 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2861114 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R10

2273252 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900487 BREAKER 
1208, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 295 262 285
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2273417 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900645 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 140 603 667 618

2273418 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900646 BREAKER 
BK 2&3 
12.5KV 
BUS TIE, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85

2273419 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900647 BREAKER 
12AX, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 0 0 0

2273488 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900713 BREAKER 
1209, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 28 0 179 172 160

2274606 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901776 BREAKER 
1204, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 285 266 273

2275642 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902578 BREAKER 
1206, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 0 190 208 195

2276142 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903060 BREAKER 
1210, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 219 144 161
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2276545 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903431 BREAKER 
100KV HT, 
100.0 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0

2277356 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904167 BREAKER 
1205, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 96 176 215 223

2280829 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907358 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708565 STATION 
DANIELS 
RET, 
1078, 
100.0 KV

42762694 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 648 551 602

2275909 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902837 BREAKER 
WOODSID
E M 
FURMAN 
PL, 4.16 KV

2709011 STATION 
DELTA M 
BEATTIE 
PL, 1017, 
100.0 KV

42764059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 0 0 0 0

20304227 BREAKER,  
VAC,  ABC 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2905919 BREAKER 
1201, 
12.47 KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 184 122 156

2214198 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892274 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 978 OFF

2256604 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894574 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02
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2256606 1202,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894575 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2257561 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894574 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2257911 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894574 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2258942 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894578 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2260244 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894578 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2260495 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894575 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2261709 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894575 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01
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2261874 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894578 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 Neutral

2277744 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904528 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 894 0 0 0

2279261 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905920 BREAKER 
1202, 
12.47 KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 665 337 355 373

2279262 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905921 BREAKER 
1203, 
12.47 KV

2709304 STATION 
DUNCAN 
RET, 
3615, 
44.0 KV

42762016 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 505 321 311 288

20475363 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42018225 BREAKER 
1202, 
12.470 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 106 106 98

2215503 1A CAPACITO
R

2893130 CAPACITO
R BANK 
1A, 0.0 KV, 
4,200.0 
KVAR

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 122 OFF

2256800 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893502 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01
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2257987 REGULATO
R 1PH, 
13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42018398 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L03

2258636 1204,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894513 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2260603 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894512 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2260753 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894512 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2260840 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894513 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2261092 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894512 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2261114 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893502 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2261318 1204,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894513 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01
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2261481 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893502 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2261975 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42018398 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2272909 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900156 BREAKER 
1201, 
12.47 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 223 130 187

2273157 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900394 BREAKER 
CBK 1 BRK, 
13.0 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0 0 0

2273873 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901081 BREAKER 
1203, 
12.47 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 622 4 118 190 134

2275508 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902464 BREAKER 
1204, 
12.47 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 552 0 310 349 306

2831912 REGULATO
R 1PH, 
13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

42018398 REGULATO
R BANK 
1202, 
UNITS - 0, 
6.900 KV

2708150 STATION 
E GANTT 
RET, 
3626, 
44.0 KV

42762716 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02
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2214882 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891690 CAPACITO
R BANK 01, 
100.0 KV, 
57,600.0 
KVAR

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 9 OFF

2214997 03,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891692 CAPACITO
R BANK 03, 
100.0 KV, 
57,600.0 
KVAR

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215221 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891691 CAPACITO
R BANK 02, 
100.0 KV, 
106,200.0 
KVAR

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4 OFF

2274805 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901961 BREAKER 
TAYLORS 
BL, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0

2274927 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902076 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0

2276217 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905083 BREAKER 
CBK 
1&2&3 
BRK, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 429 0

2276943 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903803 BREAKER 
EASTOVER 
BL, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 540 0
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2276944 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903804 BREAKER 
EASTOVER 
WH, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1166 0

2279718 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906341 BREAKER 
TAYLORS 
WH, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5 0

2279925 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906532 BREAKER 
SEVIER BL, 
100.0 KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 998 0

2279942 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906547 BREAKER 
SEVIER 
WH, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2279951 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906555 BREAKER 
GREENVILL
E WH, 
100.0 KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 994 0

2279959 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906563 BREAKER 
GREENVILL
E BL, 100.0 
KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 0

2279966 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906570 BREAKER 
WADE WH, 
100.0 KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 856 0

M-100 Sub 163 
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2279983 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906586 BREAKER 
WADE BL, 
100.0 KV

2708424 STATION 
E 
GREENVI
LLE SW 
STA, 
1272, 
100.0 KV

42762483 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 942 0

2214528 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892239 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709015 STATION 
EASLEY 
CITY DEL 
3, 1509, 
100.0 KV

42764139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2278497 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905195 BREAKER 
100KV HT, 
100.0 KV

2709015 STATION 
EASLEY 
CITY DEL 
3, 1509, 
100.0 KV

42764139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2280676 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907209 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709015 STATION 
EASLEY 
CITY DEL 
3, 1509, 
100.0 KV

42764139 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

2214794 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2892238 CAPACITO
R BANK 
1A, 13.0 
KV, 3,600.0 
KVAR

2709016 STATION 
EASLEY 
CITY DEL 
4, 1627, 
100.0 KV

42762052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 814 OFF

2276903 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903764 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2709016 STATION 
EASLEY 
CITY DEL 
4, 1627, 
100.0 KV

42762052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 533 0

2280641 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907177 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2709016 STATION 
EASLEY 
CITY DEL 
4, 1627, 
100.0 KV

42762052 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 811 0 0 0

M-100 Sub 163 
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2215475 1B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893240 CAPACITO
R BANK 1B, 
0.46 KV, 
800.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 279 OFF

2215476 1C,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893241 CAPACITO
R BANK 1C, 
0.46 KV, 
1,200.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 OFF

2215483 1A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892808 CAPACITO
R BANK 
1A, 0.46 
KV, 400.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 461 OFF

2215487 2B,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893344 CAPACITO
R BANK 2B, 
0.46 KV, 
1,000.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 177 OFF

2215724 2C,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2893345 CAPACITO
R BANK 2C, 
0.46 KV, 
1,500.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 OFF

2215804 2A,CAPACI
TOR BANK 
0.46 KV

CAPACITO
R

2892809 CAPACITO
R BANK 
2A, 0.46 
KV, 500.0 
KVAR

2709018 STATION 
EASLEY 
CUSTOM 
PLASTIC 
INC PL 2, 
3655, 
44.0 KV

42764075 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 635 ON

M-100 Sub 163 
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20639338 BREAKER 
GAS, ABC 
PH, 72.500 
KV, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903361 BREAKER 
LIBERTY, 
44.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 0

2215196 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892231 CAPACITO
R BANK 
3A, 12.47 
KV, 4,200.0 
KVAR

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 OFF

2215370 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893461 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 OFF

2215371 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893462 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 122 OFF

2257521 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894410 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 L01

2257710 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894410 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R02

2258778 1201,REGU
LATOR 
1PH,PHASE 
Y, 100.0 
KVA

REGULATO
R

2894410 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 Neutral

M-100 Sub 163 
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2261501 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894413 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2261502 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894413 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R08

2261503 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894413 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2274717 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901881 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 0

2274761 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901920 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0 0 0 0

2275066 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902201 BREAKER 
EASLEY 
WH S, 
100.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 0

2275067 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902202 BREAKER 
EASLEY 
WH N, 
100.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

M-100 Sub 163 
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2275122 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902234 BREAKER 
EASLEY 
CITY OF 
DEL1, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 629 0 0 0 0

2276650 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903529 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2276671 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903550 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 0

2276873 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903735 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 394 0

2279941 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906546 BREAKER 
BK 4&5 
100KV HT, 
100.0 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 550 0

2280313 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906880 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 2 0 0 0

2280418 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906978 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 425 0 0 0 0
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2372152 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3031799 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 550 573 601

2387826 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907397 BREAKER 
1202, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 290 353 379

2387829 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902230 BREAKER 
1201, 
12.47 KV

2708914 STATION 
EASLEY 
MN, 
1167, 
100.0 KV

42763285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 265 302 246

2258433 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893727 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708693 STATION 
EASTATO
E RET, 
2002, 
100.0 KV

42764282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L01

2258435 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893727 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708693 STATION 
EASTATO
E RET, 
2002, 
100.0 KV

42764282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261505 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893727 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708693 STATION 
EASTATO
E RET, 
2002, 
100.0 KV

42764282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2273427 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900655 BREAKER 
1201, 
12.47 KV

2708693 STATION 
EASTATO
E RET, 
2002, 
100.0 KV

42764282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 52 57 50
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2273449 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900674 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708693 STATION 
EASTATO
E RET, 
2002, 
100.0 KV

42764282 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0 60 60 50

20562657 LTC TYPE 
VACUUM, 
0.000 KV, 
U, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 42174945 TRANSFOR
MER 02, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

20563227 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42176018 BREAKER 
BUS TIE 
2&3, 
15.500 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 417 0 0 0

20563228 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2901313 BREAKER 
12AX, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 301 203 191 190

20563229 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

42176019 BREAKER 
BK 2 LT, 
15.500 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 326 0 0 0

20563230 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

42176020 BREAKER 
100KV BUS 
TIE, 
100.000 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 0

20563240 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

42176021 BREAKER 
EASTOVER 
WH, 
100.000 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 35 0
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20563263 BREAKER 
GAS, ABC 
PH, 
100.000 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

42176022 BREAKER 
EASTOVER 
BL, 
100.000 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 0

20563265 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

42176023 BREAKER 
BUS TIE 
1&2, 
15.500 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 345 0 0 0

20563277 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

2906117 BREAKER 
BK 1 LT, 
15.500 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 377 962 946 920

20584869 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2903213 BREAKER 
1204, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 231 254 241

20584873 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901769 BREAKER 
1203, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 276 246 211

20584879 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904894 BREAKER 
1207, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 325 354 338
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20584880 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214624 BREAKER 
1209, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 348 89 91 92

20584881 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2904344 BREAKER 
1211, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 125 131 131

20584882 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2905041 BREAKER 
1212, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 297 59 60 59

20584885 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214626 BREAKER 
1214, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 339 93 93 93

20584886 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214631 BREAKER 
1215, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 244 215 208

20584887 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214632 BREAKER 
1216, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 363 288 321 263
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20584888 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214633 BREAKER 
1217, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 128 119 114

20584889 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42214634 BREAKER 
1218, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 414 87 86 88

2215411 1A CAPACITO
R

2893410 CAPACITO
R BANK 
1A, 0.0 KV, 
4,800.0 
KVAR

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1492 OFF

2215412 1B CAPACITO
R

2893411 CAPACITO
R BANK 1B, 
0.0 KV, 
4,800.0 
KVAR

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 200 OFF

2255080 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2858964 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2255084 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2858963 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2273000 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900243 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141 690 675 656
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2871483 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42214625 BREAKER 
1213, 
12.470 KV

2709019 STATION 
EASTOVE
R RET, 
1328, 
100.0 KV

42762746 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 77 129 139

20280805 1201, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2893477 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

2256825 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893477 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

2256868 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893477 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

2259549 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893478 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

2259860 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893478 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R08

2273654 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900873 BREAKER 
1202, 
12.47 KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 32 305 270 260
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2277460 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904267 BREAKER 
1201, 
12.47 KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 222 253 267

2374834 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893478 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709020 STATION 
EBENEZE
R RET, 
1815, 
100.0 KV

42762686 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R05

2278227 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904966 BREAKER 
STEVENS 
JP ESTES PL 
TAP, 100.0 
KV

2707943 STATION 
ESTES 
TAP, 
1036, 
100.0 KV

42765345 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 0

2214022 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892453 CAPACITO
R BANK 
1A, 12.47 
KV, 3,000.0 
KVAR

2708154 STATION 
FABRI-
KAL 
T&D, 
3674, 
44.0 KV

42762937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214663 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892454 CAPACITO
R BANK 1B, 
12.47 KV, 
3,150.0 
KVAR

2708154 STATION 
FABRI-
KAL 
T&D, 
3674, 
44.0 KV

42762937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277692 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
8.9 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904480 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708154 STATION 
FABRI-
KAL 
T&D, 
3674, 
44.0 KV

42762937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0 0

20155509 LTC TYPE 
VACUUM, 
25.000 KV, 
U, 1,500.0 
AMPS

LTC 41118373 TRANSFOR
MER 01, 
PHASE 
UNKNOW
N, 0.000 
KV

3174365 STATION 
FITESA 
SIMPSO
NVILLE 
T&D, 
5579, 
44.000 
KV

42761813 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04
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2215291 2A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893118 CAPACITO
R BANK 
2A, 13.0 
KV, 6,000.0 
KVAR

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 711 ON

2255050 LTC TYPE 
UNKNOW
N, 0.0 KV, 
U,LTC 
UNKNOW
N

LTC 2859072 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2255052 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859071 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 L03

2276999 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903855 BREAKER 
SEVIER WH 
E, 100.0 KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2277000 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903856 BREAKER 
100KV BUS 
TIE, 100.0 
KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0
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2277001 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903857 BREAKER 
SEVIER WH 
W, 100.0 
KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2277465 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904272 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 782

2277607 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904399 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0

2277608 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904400 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2707987 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA1, 
1360, 
100.0 KV

42763477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 205 0

2215563 1A,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893010 CAPACITO
R BANK 
1A, 100.0 
KV, 4,800.0 
KVAR

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF
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2215605 1A,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2893010 CAPACITO
R BANK 
1A, 100.0 
KV, 4,800.0 
KVAR

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 OFF

2215691 2A CAPACITO
R

2893009 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 OFF

2215692 2A CAPACITO
R

2893009 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 OFF

2255249 LTC TYPE 
VACUUM, 
100.000 
KV, E, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 2860970 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2255251 LTC TYPE 
VACUUM, 
100.000 
KV, E, LTC 
UNKNOW
N, 2,470.0 
AMPS

LTC 2861041 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01
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2273010 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900253 BREAKER 
CBK 1A 
BRK, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 132

2273011 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900254 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121

2275437 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015294 BREAKER 
DEL 1, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58

2275438 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015296 BREAKER 
DEL 2, 13.0 
KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45

2275439 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

3015297 BREAKER 
BUS 1&2 
13KV TIE, 
13.0 KV

2708703 STATION 
G E GAS 
TURBINE 
GVILLE 
PL STA2, 
1845, 
100.0 KV

42762402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 619 602 592

20869204 BREAKER 
VAC, 17.5 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44340324 BREAKER 
1203, 
13.000 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 107 120 111
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2214805 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892815 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 268 OFF

2255198 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858728 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2255208 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858729 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2273028 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900267 BREAKER 
1212, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 47 65 35

2274625 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901795 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 346 348 338

2274833 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901989 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 320 347 334

2274834 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901990 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0 0 0
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2276146 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903064 BREAKER 
1205, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 74 0 121 117 127

2277369 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904178 BREAKER 
12AX, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06 0 0 0

2277434 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904241 BREAKER 
1211, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0 0 0

2277564 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904360 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 286 0 0 0

2277727 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904513 BREAKER 
1210, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0 196 188 189

2277729 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904515 BREAKER 
1209, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 102 93 115

2280548 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907095 BREAKER 
1206, 
12.47 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0 205 238 209
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2459806 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904758 BREAKER 
BK 1 100KV 
HT, 100.0 
KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2459857 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907241 BREAKER 
SEALED 
AIR TAP, 
100.0 KV

2709022 STATION 
GREENB
RIAR SW 
STA, 
1548, 
100.000 
KV

42763107 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0

2215700 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893157 CAPACITO
R BANK 01, 
0.0 KV, 
43,200.0 
KVAR

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4958 ON

2215701 02 CAPACITO
R

2893158 CAPACITO
R BANK 02, 
0.0 KV, 
43,200.0 
KVAR

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2979 OFF

2273124 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900362 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 117 0

2273668 BREAKER,  
OIL,  
Unknown 
PH,  100 
KV,  KV,  
2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900886 BREAKER 
PICKENS 
WH, 100.0 
KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0

2274757 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901917 BREAKER 
NORRIS BL, 
100.0 KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 216 0
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2274758 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901918 BREAKER 
NORRIS 
WH, 100.0 
KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 0

2276953 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903812 BREAKER 
EASLEY BL, 
100.0 KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2276956 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903815 BREAKER 
EASLEY 
WH, 100.0 
KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81 0

2277704 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904491 BREAKER 
PICKENS 
BL, 100.0 
KV

2708386 STATION 
GREENL
AWN SW 
STA, 
1386, 
123.0 KV

42762474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 0

20591877 1206, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2893810 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2257264 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893808 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2257565 1205,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893808 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

M-100 Sub 163 
PSDR2-2



2257731 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893813 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L04

2259410 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893816 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2259411 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893819 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2259420 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893812 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L02

2259421 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893810 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2259422 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893807 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 Neutral

2259423 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893812 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L04

M-100 Sub 163 
PSDR2-2



2259628 1209,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893820 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259659 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893808 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L04

2259776 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893819 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2259813 1209,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893820 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

2259841 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893816 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2259851 1209,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893820 REGULATO
R 
1209,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R09

2259856 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893813 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

M-100 Sub 163 
PSDR2-2



2259857 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893813 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2260252 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893819 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

2260282 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893816 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260283 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893812 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2260284 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893807 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2260296 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893807 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01

2261735 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893810 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

M-100 Sub 163 
PSDR2-2



2274330 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901511 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 126 1

2274411 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901590 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 238 479 477 473

2274445 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901621 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0 0 0

2274446 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901622 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 863 858 852

2274461 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901636 BREAKER 
1201 
(SALUDA 
HYDRO), 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 298 78 81 72

2274462 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901637 BREAKER 
1207, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 82 82 72

2274463 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901638 BREAKER 
1202, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 267 115 68 90

M-100 Sub 163 
PSDR2-2



2274464 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901639 BREAKER 
1203, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 227 253 230

2274465 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901640 BREAKER 
12AX, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 255 0 0 0

2274466 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901641 BREAKER 
1204, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 236 166 182 177

2274467 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901642 BREAKER 
1206, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 315 261 230 237

2274468 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901643 BREAKER 
1208, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 254 83 71 62

2274469 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901644 BREAKER 
1209, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 244 182 172 182

2274470 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901645 BREAKER 
1205, 
12.47 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 251 296 344 341

M-100 Sub 163 
PSDR2-2



2275454 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907552 BREAKER 
VERNER 
WH, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2275455 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903881 BREAKER 
GREENVILL
E WH, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2275456 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903882 BREAKER 
GREENVILL
E BL, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 130 0

2275457 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900535 BREAKER 
VERNER 
BL, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2276656 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903535 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 501 0

2276658 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903537 BREAKER 
BK 7 44KV 
LT, 44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 63 0

2276659 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903538 BREAKER 
BK 8 44KV 
LT, 44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 808 0

M-100 Sub 163 
PSDR2-2



2276660 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903539 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 206 0

2276783 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903654 BREAKER 
SANS 
SOUCI NO 
2, 44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 440 0

2276809 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903677 BREAKER 
SANS 
SOUCI NO 
1, 44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 0

2279732 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906353 BREAKER 
WHITE 
HORSE, 
44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 0

2279736 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 15 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906356 BREAKER 
LAKESIDE, 
44.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 0

2387630 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902156 BREAKER 
PARKER 
BL, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160 0

2387631 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903880 BREAKER 
HUDSON 
ST BL, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 0

M-100 Sub 163 
PSDR2-2



2387632 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902192 BREAKER 
PARKER 
WH, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 146 0

2387633 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903879 BREAKER 
HUDSON 
ST WH, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 149 0

2413747 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902148 BREAKER 
BAINBRIDG
E WH, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 0

2413748 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900746 BREAKER 
BAINBRIDG
E BL, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2413749 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900053 BREAKER 
BK 7&8 
100KV HT, 
100.0 KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 0

2413750 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906564 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2413751 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907592 BREAKER 
BK 6 100KV 
HT, 100.0 
KV

2708387 STATION 
GREENVI
LLE MN, 
1105, 
100.0 KV

42762374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

M-100 Sub 163 
PSDR2-2



2213949 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891837 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 691 OFF

2214858 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891838 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 479 OFF

2215106 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891835 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 OFF

2215206 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891836 CAPACITO
R BANK 2B, 
12.47 KV, 
3,600.0 
KVAR

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 OFF

2276933 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903793 BREAKER 
100KV HT, 
100.0 KV

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2277802 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904580 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 0 0 0

2280578 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907121 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708015 STATION 
GREER 
CITY STA 
2, 1542, 
100.000 
KV

42765105 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 691 0 0 0

M-100 Sub 163 
PSDR2-2



20795970 BREAKER 
VAC, 15.5 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

3020479 BREAKER 
1205, 
12.47 KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 307 0 0 0 0

2258345 1205,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3020482 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L04

2259004 1205,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3020482 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2260125 1205,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3020482 REGULATO
R 
1205,PHAS
E 0.0, 13.0 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2274216 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901406 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 243 233 260

2280863 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907389 BREAKER 
1204, 
12.47 KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 96 91 117

2280864 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907390 BREAKER 
1203, 
12.47 KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 143 145 142

M-100 Sub 163 
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2443017 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894546 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L04

2443018 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894546 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2443834 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894546 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L03

2452109 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894545 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L01

2452111 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894545 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L03

2452113 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894545 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708173 STATION 
GREER 
RET, 
3851, 
100.0 KV

42763941 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2215222 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892618 CAPACITO
R BANK 
1A, 2.4 KV, 
1,200.0 
KVAR

2708581 STATION 
GVILLE 
CITY 
WW N 
SALUDA 
RES, 
3865, 
44.0 KV

42764151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

M-100 Sub 163 
PSDR2-2



2215467 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892619 CAPACITO
R BANK 1B, 
2.4 KV, 
1,500.0 
KVAR

2708581 STATION 
GVILLE 
CITY 
WW N 
SALUDA 
RES, 
3865, 
44.0 KV

42764151 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2213987 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891702 CAPACITO
R BANK 
2A, 12.47 
KV, 4,800.0 
KVAR

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214362 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891703 CAPACITO
R BANK 
3A, 12.47 
KV, 4,800.0 
KVAR

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215262 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893335 CAPACITO
R BANK 2B, 
12.47 KV, 
5,400.0 
KVAR

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215400 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893314 CAPACITO
R BANK 3B, 
12.47 KV, 
5,400.0 
KVAR

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255064 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859080 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2255358 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,647.0 
AMPS

LTC 2859079 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R03

M-100 Sub 163 
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2272887 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900134 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1139

2272903 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900150 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 878

2276860 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903723 BREAKER 
100KV HT, 
100.0 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 155 0

2277343 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904155 BREAKER 
1207, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 320 268 260 280

2277344 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904156 BREAKER 
1210, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 189 240 270

2277345 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904157 BREAKER 
1211, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 309 184 190 199

2277346 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904158 BREAKER 
1213, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 317 166 155 145
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2277463 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904270 BREAKER 
1209, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 167 204 173

2278061 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904813 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 520 0

2278063 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904815 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 515 0

2278068 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904820 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 435 0

2278075 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904823 BREAKER 
12AX, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 957 0 0 0 0

2278138 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904882 BREAKER 
1208, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1638 0 189 201 215

2278953 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905630 BREAKER 
1206, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 275 155 246
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2280903 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907425 BREAKER 
1205, 
12.47 KV

2709028 STATION 
HIGHTO
WER 
RET, 
1168, 
100.000 
KV

42763566 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1019 0 187 231 182

20267700 1203, 
REGULATO
R 1PH, 
PHASE X, 
12.470 KV, 
7,620.0 KV, 
76.2 KVA

REGULATO
R

2893700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

20807168 1202, 
REGULATO
R 1PH, 
PHASE X, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2893699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258172 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893701 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2258194 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2260796 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R02

2260797 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893700 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03
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2260798 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893701 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2260799 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893701 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2273458 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900683 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 329 329 317

2273834 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901046 BREAKER 
1204, 
12.47 KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 66 87 67

2273835 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901047 BREAKER 
1203, 
12.47 KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 94 90 98

2273836 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901048 BREAKER 
1202, 
12.47 KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 48 162 170 166

2392835 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893699 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708706 STATION 
HOLCO
MBE RD 
RET, 
1994, 
100.0 KV

42764045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01
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2215002 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891830 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708297 STATION 
HONEY
WELL 
INT INC 
ENGINES
, 4903, 
44.0 KV

42764682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 OFF

2275305 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902380 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708297 STATION 
HONEY
WELL 
INT INC 
ENGINES
, 4903, 
44.0 KV

42764682 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66

2214032 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892610 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214033 3B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892612 CAPACITO
R BANK 3B, 
12.47 KV, 
3,600.0 
KVAR

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214051 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892609 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214052 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892611 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2255058 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 1,645.0 
AMPS

LTC 2858766 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 L01
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2255060 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858764 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2255075 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858765 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2274124 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901318 BREAKER 
1213, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 282 149 138 147

2274125 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901319 BREAKER 
1204, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 284 266 301 274

2274126 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901320 BREAKER 
1209, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 220 132 126 124

2274127 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901321 BREAKER 
1203, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 233 494 499 493

2274128 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901322 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 506
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2274129 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901323 BREAKER 
12AX, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 277 0 0 0

2274130 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901324 BREAKER 
1211, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 275 230 276 285

2274131 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901325 BREAKER 
1205, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 238 241 240

2274132 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901326 BREAKER 
1207, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 290 398 390 403

2274133 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901327 BREAKER 
1210, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 178 176 183

2274134 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901328 BREAKER 
1212, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 183 204 172

2274135 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901329 BREAKER 
1206, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 206 238 195
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2274137 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901331 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 775

2275019 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904540 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115 1200 1237 1224

2277762 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904542 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 39 0 740 811 776

2277763 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904543 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 15 0

2278181 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904924 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709029 STATION 
HUDSON 
ST RET, 
1104, 
100.0 KV

42763960 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 574 0 1297 1331 1297

2215608 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892832 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2708589 STATION 
IAC 
GREENVI
LLE LLC, 
4006, 
44.0 KV

42764043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215830 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892833 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2708589 STATION 
IAC 
GREENVI
LLE LLC, 
4006, 
44.0 KV

42764043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2261939 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893929 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2262023 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893889 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01

2262024 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893889 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01

2262025 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893889 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R01

2262026 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893929 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2262027 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893929 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2277992 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904757 BREAKER 
BAD CREEK 
TAP, 100.0 
KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0
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2280164 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906744 BREAKER 
1203, 
12.47 KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0 35 38 40

2280198 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906774 BREAKER 
1204, 
12.47 KV

2709031 STATION 
JOCASSE
E SS, 
1355, 
100.0 KV

42763545 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0 50 54 55

2273550 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900774 BREAKER 
PCB 7, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2273552 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900776 BREAKER 
PCB 13, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2273553 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900777 BREAKER 
PCB 10, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2273554 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900778 BREAKER 
PCB 16, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2274784 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901940 BREAKER 
PCB 18, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00389 0
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2274787 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901943 BREAKER 
PCB 12, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04850 0

2274788 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901944 BREAKER 
PCB 11, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08272 0

2274789 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901945 BREAKER 
PCB 15, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04386 0

2274790 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901946 BREAKER 
PCB 14, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04385 0

2274957 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902102 BREAKER 
PCB 8, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 06686 0

2276190 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 4000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903108 BREAKER 
PCB 21, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276191 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 4000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903109 BREAKER 
PCB 20, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0
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2276213 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903131 BREAKER 
PCB 3, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276214 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903132 BREAKER 
PCB 2, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276215 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903133 BREAKER 
PCB 5, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276216 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2903134 BREAKER 
PCB 6, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2416983 BREAKER 
GAS, 
UNKNOW
N, 245.0 
KV, 0.0 KV, 
3,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2901942 BREAKER 
PCB 17, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00691 0

2443649 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2901948 BREAKER 
PCB 9, 
230.0 KV

2708668 STATION 
JOCASSE
E SW 
STA, 
3996, 
230.0 KV

42763791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07604 0
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2276236 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903153 BREAKER 
PCB 51, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276243 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903160 BREAKER 
PCB 52, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276247 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903164 BREAKER 
PCB 54, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276250 BREAKER 
GAS, 
Unknown 
PH, 
500.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903167 BREAKER 
PCB 55, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2276253 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903170 BREAKER 
PCB 56, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0
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2276256 BREAKER 
GAS, 
UNKNOW
N PH, 
500.0 KV, 
0.0 KV, 
3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2903173 BREAKER 
PCB 53, 
525.0 KV

2708388 STATION 
JOCASSE
E TIE, 
1685, 
525.0 KV

42763857 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0

2418492 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892427 CAPACITO
R BANK 
1A, 0.6 KV, 
1,800.0 
KVAR

2709032 STATION 
JPS 
GLASS 
SLATER 
PL, 4013, 
69.0 KV

42763774 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 730 OFF

2215827 1B,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891814 CAPACITO
R BANK 1B, 
0.46 KV, 
1,800.0 
KVAR

2708190 STATION 
KEMET 
ELEC 
CORP 
BLDG 1 
DEL 1, 
4034, 
44.0 KV

42762905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 31 OFF

2215851 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891813 CAPACITO
R BANK 
1A, 0.48 
KV, 1,800.0 
KVAR

2708190 STATION 
KEMET 
ELEC 
CORP 
BLDG 1 
DEL 1, 
4034, 
44.0 KV

42762905 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 OFF

2215564 1B CAPACITO
R

2893186 CAPACITO
R BANK 1B, 
0.0 KV, 
1,800.0 
KVAR

2710794 STATION 
KENTWO
OL CO, 
4045, 
44.0 KV

42764497 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277972 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904740 BREAKER 
44KV HT, 
44.0 KV

2710794 STATION 
KENTWO
OL CO, 
4045, 
44.0 KV

42764497 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2257567 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893850 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06
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2259247 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893848 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259311 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893850 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259314 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893851 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259336 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893851 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2259383 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893849 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259409 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 76.2 
KVA

REGULATO
R

2893850 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2259430 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893848 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2259431 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893848 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2260120 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893849 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2274602 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901772 BREAKER 
1206, 
12.47 KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 262 76 141 176

2274603 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901773 BREAKER 
1208, 
12.47 KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 244 209 155

2274604 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901774 BREAKER 
1207, 
12.47 KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 235 232 192

2274605 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901775 BREAKER 
1205, 
12.47 KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210 0 0 0

2274626 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901796 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 227 550 568 519
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2842342 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893851 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2848570 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893849 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710249 STATION 
KINGSGA
TE RET, 
1801, 
100.0 KV

42762008 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2213984 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892600 CAPACITO
R BANK 
2A, 12.47 
KV, 3,600.0 
KVAR

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98 OFF

2213985 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892601 CAPACITO
R BANK 
3A, 12.47 
KV, 3,600.0 
KVAR

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45 OFF

2256873 1208,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894482 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R02

2256874 1208,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894482 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 R01

2256875 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894482 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 L02
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2257233 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894481 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2257736 1205,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894479 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257771 1207,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894481 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R04

2258012 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2260071 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894479 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2260475 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261696 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894481 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

M-100 Sub 163 
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2274074 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901271 BREAKER 
CBK 3A 
BRK, 12.47 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 45

2275046 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902181 BREAKER 
100KV HT, 
100.0 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0

2275385 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 4 
CYCLES

CIRCUIT 
BREAKER

2902425 BREAKER 
1207, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 646 0 204 237 189

2275401 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902429 BREAKER 
1208, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 625 0 298 317 308

2275592 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902535 BREAKER 
1206, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 689 0 221 223 250

2275623 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902559 BREAKER 
1205, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 498 0 277 274 248

2278082 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904830 BREAKER 
12AX, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 830 0 0 0 0
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2278115 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904859 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 406 0 481 486 482

2278116 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904860 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 380 0 488 541 488

2278118 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904862 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 356 0

2280660 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907196 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 98

2435284 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894480 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2842354 1205,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894479 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2710075 STATION 
LANGST
ON 
CREEK 
RET, 
1440, 
100.000 
KV

42763437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2215549 2A CAPACITO
R

2892980 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 OFF

M-100 Sub 163 
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2215550 2B CAPACITO
R

2892979 CAPACITO
R BANK 2B, 
0.0 KV, 
5,400.0 
KVAR

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 249 OFF

2215679 3A CAPACITO
R

2892981 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 OFF

2215680 3B CAPACITO
R

2892982 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 146 OFF

2255317 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859060 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2255340 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859059 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R03

2272891 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900138 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0

2272900 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900147 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0 0 0

M-100 Sub 163 
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2273081 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900319 BREAKER 
1206, 13.0 
KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 82 86 96

2274139 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901333 BREAKER 
1214, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59 0 282 297 316

2274157 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901350 BREAKER 
1207, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0 445 402 419

2274166 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901359 BREAKER 
12AX, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 0 0 0 0

2275622 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
18 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902558 BREAKER 
1210, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0 274 245 261

2277941 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904713 BREAKER 
1209, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 326 386 349

2278113 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904858 BREAKER 
1205, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 1 283 403 309
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2278191 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904933 BREAKER 
1213, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 120 120 115

2279796 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906412 BREAKER 
100KV HT, 
100.0 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2280765 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907296 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 1338 1452 1422

2280766 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907297 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 0 0 0

2280767 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907298 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 43 1317 1377 1347

2280812 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907341 BREAKER 
1208, 
12.47 KV

2709197 STATION 
LAUREL 
CREEK 
RET, 
1392, 
100.0 KV

42763004 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 22 455 518 482
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2214010 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892811 CAPACITO
R BANK 
2A, 12.47 
KV, 4,200.0 
KVAR

2708593 STATION 
LAUREN
S E C DEL 
25 
MAULDI
N, 1549, 
100.0 KV

42764455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214023 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892812 CAPACITO
R BANK 
1A, 12.47 
KV, 4,200.0 
KVAR

2708593 STATION 
LAUREN
S E C DEL 
25 
MAULDI
N, 1549, 
100.0 KV

42764455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 852 OFF

2277814 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904590 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2708593 STATION 
LAUREN
S E C DEL 
25 
MAULDI
N, 1549, 
100.0 KV

42764455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

2279916 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 14 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906523 BREAKER 
100KV HT, 
100.0 KV

2708593 STATION 
LAUREN
S E C DEL 
25 
MAULDI
N, 1549, 
100.0 KV

42764455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2280677 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907210 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708593 STATION 
LAUREN
S E C DEL 
25 
MAULDI
N, 1549, 
100.0 KV

42764455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 0 0

2279599 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906237 BREAKER 
100KV HT 
BRK, 100.0 
KV

2708046 STATION 
LAUREN
S E C DEL 
28, 1702, 
100.0 KV

42762426 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0

M-100 Sub 163 
PSDR2-2



2276287 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903200 BREAKER 
100KV HT, 
100.0 KV

2708058 STATION 
LAUREN
S E C DEL 
29, 1761, 
100.0 KV

42762323 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 0

2258158 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894439 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2258189 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894438 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2258264 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894439 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258265 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894438 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

2258266 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894439 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2260652 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894438 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R03

M-100 Sub 163 
PSDR2-2



2279016 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905691 BREAKER 
1202, 
12.47 KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 216 204 207

2279319 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905973 BREAKER 
1201, 
12.47 KV

2709035 STATION 
MARIETT
A RET, 
4206, 
69.0 KV

42764321 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 92 220 232 232

2214561 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892244 CAPACITO
R BANK 01, 
44.0 KV, 
12,000.0 
KVAR

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 OFF

2215646 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893027 CAPACITO
R BANK 02, 
44.0 KV, 
10,800.0 
KVAR

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2277074 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903930 BREAKER 
100KV HT, 
100.0 KV

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 87 0

2279764 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906384 BREAKER 
GAYLEY, 
44.0 KV

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2280072 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906663 BREAKER 
MARIETTA, 
44.0 KV

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

M-100 Sub 163 
PSDR2-2



2280229 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906804 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 44 0

2280341 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906906 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708389 STATION 
MARIETT
A TIE, 
1481, 
100.000 
KV

42762510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2215456 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893358 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2747 OFF

2260019 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893804 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2260045 1206,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893803 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07

2260046 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893805 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2260070 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893803 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

M-100 Sub 163 
PSDR2-2



2260109 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893802 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08

2260115 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893802 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2260331 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893805 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2260332 1207,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893804 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2260481 1207,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893804 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R06

2260482 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893802 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261311 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893803 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

M-100 Sub 163 
PSDR2-2



2274118 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901312 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 708 789 760

2274287 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901473 BREAKER 
1205, 
12.47 KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 247 233 280 283

2274288 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901474 BREAKER 
1206, 
12.47 KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 239 206 199 203

2274289 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901475 BREAKER 
1207, 
12.47 KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 261 205 230 213

2274290 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901476 BREAKER 
1208, 
12.47 KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 260 95 113 112

2274343 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901524 BREAKER 
CBK 2A 
BRK, 12.47 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1754

2829435 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893805 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709489 STATION 
MARKET 
POINT 
RET, 
2021, 
100.0 KV

42763238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

M-100 Sub 163 
PSDR2-2



20519252 2408, 
REGULATO
R 1PH, 
PHASE A, 
13.800 KV

REGULATO
R

42101841 REGULATO
R BANK 
2408, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

20519255 2408, 
REGULATO
R 1PH, 
PHASE B, 
13.800 KV

REGULATO
R

42101841 REGULATO
R BANK 
2408, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

20519256 2408, 
REGULATO
R 1PH, 
PHASE C, 
13.800 KV

REGULATO
R

42101841 REGULATO
R BANK 
2408, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R10

20519257 2407, 
REGULATO
R 1PH, 
PHASE A, 
13.800 KV

REGULATO
R

42101840 REGULATO
R BANK 
2407, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20519258 2407, 
REGULATO
R 1PH, 
PHASE B, 
13.800 KV

REGULATO
R

42101840 REGULATO
R BANK 
2407, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20519259 2407, 
REGULATO
R 1PH, 
PHASE C, 
13.800 KV

REGULATO
R

42101840 REGULATO
R BANK 
2407, 
13.800 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20520439 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

42103993 BREAKER 
2407, 
15.500 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 375 0 0 0

20520443 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 1,200.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

42103994 BREAKER 
2408, 
15.500 KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 372 369 368 400
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20520444 BREAKER 
VAC, ABC 
PH, 27.000 
KV, 27.0 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

42104003 BREAKER 
BK 3 24KV 
LT, 15.500 
KV

2709477 STATION 
MATRIX 
RET, 
2003, 
100.000 
KV

42761807 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 325 371 368 401

2215580 1B CAPACITO
R

2893138 CAPACITO
R BANK 1B, 
0.0 KV, 
1,200.0 
KVAR

2708719 STATION 
MICHELI
N AMER 
RESEARC
H & DEV, 
4276, 
13.0 KV

42763999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 OFF

2215693 1C CAPACITO
R

2893139 CAPACITO
R BANK 1C, 
0.0 KV, 
1,200.0 
KVAR

2708719 STATION 
MICHELI
N AMER 
RESEARC
H & DEV, 
4276, 
13.0 KV

42763999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 OFF

2280602 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907142 BREAKER 
CBK 1B 
BRK, 4.16 
KV

2708719 STATION 
MICHELI
N AMER 
RESEARC
H & DEV, 
4276, 
13.0 KV

42763999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0 0 0 0

2448454 1A,CAPACI
TOR BANK 
4.165 KV

CAPACITO
R

2892801 CAPACITO
R BANK 
1A, 4.165 
KV, 1,800.0 
KVAR

2708719 STATION 
MICHELI
N AMER 
RESEARC
H & DEV, 
4276, 
13.0 KV

42763999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 390 OFF

2214979 2A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891679 CAPACITO
R BANK 
2A, 4.16 
KV, 3,600.0 
KVAR

2709036 STATION 
MICHELI
N N 
AMERIC
A GVILLE 
PL, 1512, 
100.0 KV

42764101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 OFF
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2214982 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2891678 CAPACITO
R BANK 
1A, 4.16 
KV, 3,600.0 
KVAR

2709036 STATION 
MICHELI
N N 
AMERIC
A GVILLE 
PL, 1512, 
100.0 KV

42764101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 168 OFF

2273029 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900268 BREAKER 
0401, 4.16 
KV

2709036 STATION 
MICHELI
N N 
AMERIC
A GVILLE 
PL, 1512, 
100.0 KV

42764101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0 452 436 450

2273984 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901182 BREAKER 
CBK 2A 
BRK, 4.16 
KV

2709036 STATION 
MICHELI
N N 
AMERIC
A GVILLE 
PL, 1512, 
100.0 KV

42764101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 166 0 0 0 0

2273985 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901183 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2709036 STATION 
MICHELI
N N 
AMERIC
A GVILLE 
PL, 1512, 
100.0 KV

42764101 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 303 0 0 0 0

2278499 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 47 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905197 BREAKER 
MICHELIN 
TIRE 
GVILLE PL 
TAP, 100.0 
KV

2708008 STATION 
MICHELI
N TIRE 
GVILLE 
PL TAP, 
1513, 
100.0 KV

42761885 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 0 75 75 75

2215235 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2893266 CAPACITO
R BANK 
1A, 4.16 
KV, 1,200.0 
KVAR

2709037 STATION 
MILLIKE
N & CO 
ENTERPR
ISE PL, 
4291, 
44.0 KV

42764276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 ON
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2213888 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892665 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2709038 STATION 
MINNES
OTA 
MINING 
& MFG 
CO, 
1479, 
100.0 KV

42764386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 429 OFF

2214018 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892664 CAPACITO
R BANK 
1A, 12.47 
KV, 3,600.0 
KVAR

2709038 STATION 
MINNES
OTA 
MINING 
& MFG 
CO, 
1479, 
100.0 KV

42764386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 ON

2274735 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904421 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2709038 STATION 
MINNES
OTA 
MINING 
& MFG 
CO, 
1479, 
100.0 KV

42764386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 0 0 0

2275772 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902704 BREAKER 
M M M 
GVILLE PL 
TAP, 100.0 
KV

2709039 STATION 
MINNES
OTA 
MINING 
& MFG 
TAP, 
1478, 
100.0 KV

42761955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 392 0 50 50 50

2215894 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893328 CAPACITO
R BANK 
1A, 13.0 
KV, 6,000.0 
KVAR

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 121 OFF

2215913 1B,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893329 CAPACITO
R BANK 1B, 
13.0 KV, 
3,600.0 
KVAR

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 280 OFF
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2215914 1C,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893330 CAPACITO
R BANK 1C, 
13.0 KV, 
3,000.0 
KVAR

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 104 OFF

2215915 1D,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893331 CAPACITO
R BANK 
1D, 13.0 
KV, 3,000.0 
KVAR

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 OFF

2255136 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858874 TRANSFOR
MER 
SPARE, 
PHASE 
UNKNOW
N, 100.000 
KV, 13.000 
KV

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R02

2273566 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900788 BREAKER 
CBK 2 BRK, 
13.0 KV

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88

2273568 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900790 BREAKER 
CBK 1 BRK, 
13.0 KV

2709254 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S1, 3928, 
100.0 KV

42764025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81
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2214786 2B CAPACITO
R

2893333 CAPACITO
R BANK 2B, 
0.0 KV, 
4,200.0 
KVAR

2709255 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S3, 1868, 
100.0 KV

42764207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215695 2A CAPACITO
R

2893332 CAPACITO
R BANK 
2A, 0.0 KV, 
3,600.0 
KVAR

2709255 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S3, 1868, 
100.0 KV

42764207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2273567 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900789 BREAKER 
CBK 2 BRK, 
12.47 KV

2709255 STATION 
MITSUBI
SHI 
POLYEST
ER FILM 
S3, 1868, 
100.0 KV

42764207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65

20393643 1206, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

2894493 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

20882327 1210, 
REGULATO
R 1PH, 
PHASE Z, 
250.0 KVA, 
280.0 KVA

REGULATO
R

2894495 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

2215448 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893261 CAPACITO
R BANK 2B, 
12.47 KV, 
5,400.0 
KVAR

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 694 OFF
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2215465 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892623 CAPACITO
R BANK 
2A, 12.47 
KV, 5,400.0 
KVAR

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2257250 1210,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894495 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

2257524 1210,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894495 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2258668 1207,REGU
LATOR 
1PH,PHASE 
X, 333.0 
KVA

REGULATO
R

2894494 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2258669 1207,REGU
LATOR 
1PH,PHASE 
Y, 333.0 
KVA

REGULATO
R

2894494 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2258670 1207,REGU
LATOR 
1PH,PHASE 
Z, 333.0 
KVA

REGULATO
R

2894494 REGULATO
R 
1207,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2258742 1211,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894496 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R04
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2258743 1211,REGU
LATOR 
1PH,PHASE 
X, 250.0 
KVA

REGULATO
R

2894496 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2259141 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894493 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2260310 1212,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894497 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260321 1212,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894497 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2260604 1211,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894496 REGULATO
R 
1211,PHAS
E 0.0, 0.0 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2260816 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894493 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2260848 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894492 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02
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2261058 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894492 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261230 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894492 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2261409 1212,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894497 REGULATO
R 
1212,PHAS
E 0.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2273370 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900600 BREAKER 
1211, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1481 0 230 237 240

2273372 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900601 BREAKER 
1212, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1929 0 193 197 216

2273469 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900694 BREAKER 
1208, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1104 0 77 79 69

2273489 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
600 AMPS,  
10 KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900714 BREAKER 
1205, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1908 1 157 168 171
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2273751 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900965 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 142 467 481 490

2273939 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901140 BREAKER 
1206, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 874 0 257 254 254

2274039 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901237 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 240 629 660 651

2274116 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901310 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 0 0 0

2274341 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901522 BREAKER 
CBK 
2A&2B 
BRK, 12.47 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2111 0 0 0

2277004 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903860 BREAKER 
100KV HT, 
100.0 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 410 0

2447381 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904290 BREAKER 
1207, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0 0 0
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2447382 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901103 BREAKER 
1210, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 220 247 215

2447383 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3059821 BREAKER 
12AX, 
12.47 KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0 0 0

2448216 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059822 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2448227 12AX,REG
ULATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059827 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2448228 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059822 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2448229 12AX,REG
ULATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059827 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2448230 12AX,REG
ULATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059827 REGULATO
R 
12AX,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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2448231 1208,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3059822 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709040 STATION 
MOONVI
LLE RET, 
1394, 
100.0 KV

42762159 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2279770 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906389 BREAKER 
MAYFAIR 
M 
GLENWOO
D DIV TAP, 
100.0 KV

2709026 STATION 
MULTIA
QUA 
TAP, 
1661, 
100.0 KV

42765051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 72 0

2273691 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900908 BREAKER 
KEELER BL, 
230.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 168 0

2273692 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900909 BREAKER 
BK 2 230KV 
HT, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 168 0

2273693 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900910 BREAKER 
BK 1 230KV 
HT, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212 0

2273694 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900911 BREAKER 
FISHER 
WH, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 193 0

2273780 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900993 BREAKER 
FLINT WH, 
230.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185 0
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2273781 BREAKER,  
GAS,  
Unknown 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

2900994 BREAKER 
FLINT BL, 
230.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 170 0

2274012 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901210 BREAKER 
DAVIDSON 
RIVER WH, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 0

2274013 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901211 BREAKER 
DAVIDSON 
RIVER BL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 0

2274014 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901224 BREAKER 
BK 3 100KV 
LT YEL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 120 0

2274015 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901213 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 146 0

2274016 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901214 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 108 0

2274017 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901215 BREAKER 
UNION BL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 0
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2274018 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901216 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 135 0

2274019 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901217 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2274020 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901218 BREAKER 
PARKER 
BL, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2274021 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901219 BREAKER 
VERNER 
WH, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2274022 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901220 BREAKER 
UNION 
WH, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0

2274023 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901221 BREAKER 
PARKER 
WH, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 110 0

2274024 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901222 BREAKER 
BK 3 100KV 
LT RED, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 125 0

M-100 Sub 163 
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2274025 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901223 BREAKER 
VERNER 
BL, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 113 0

2274026 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901212 BREAKER 
EASLEY BL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 114 0

2274027 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901225 BREAKER 
EASLEY 
WH, 100.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

2274229 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901418 BREAKER 
FISHER BL, 
230.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115 0

2276048 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902972 BREAKER 
BK 4 100KV 
LT RED, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 37 0

2276050 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902974 BREAKER 
BK 4 100KV 
LT YEL, 
100.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2276813 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903680 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 0
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2276814 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903681 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2276815 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903682 BREAKER 
MARIETTA, 
44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0

2276816 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903683 BREAKER 
SANS 
SOUCI NO 
1, 44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 587 0

2276817 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903684 BREAKER 
SOUTHERN 
WORSTED, 
44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2276818 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903685 BREAKER 
SANS 
SOUCI NO 
2, 44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 82 0

2278566 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905262 BREAKER 
BK 4 44KV 
LT, 44.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 948 0

2278567 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905263 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0
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2280467 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907024 BREAKER 
KEELER 
WH, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 747 0

2417035 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904973 BREAKER 
BK 4 230KV 
HT, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 157 0

2417041 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904980 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 164 0

2426467 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904987 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0

2426478 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905009 BREAKER 
DACUS BL, 
230.0 KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 209 0

2463755 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905008 BREAKER 
DACUS 
WH, 230.0 
KV

2708390 STATION 
N 
GREENVI
LLE TIE, 
1048, 
230.0 KV

42762551 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 129 0
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2275199 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902299 BREAKER 
SALUDA 
HYDRO 
12.5KV HT, 
13.0 KV

2711267 STATION 
NORTHB
ROOK 
CAROLIN
A 
SALUDA, 
4697, 
13.0 KV

42761795 NORMAL 
STATION 
INSPECTIO
N - 
NORTHBR
OOK 
CAROLINA 
SALUDA

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 36

2275199 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2902299 BREAKER 
SALUDA 
HYDRO 
12.5KV HT, 
13.0 KV

2711267 STATION 
NORTHB
ROOK 
CAROLIN
A 
SALUDA, 
4697, 
13.0 KV

43130807 NORMAL 
STATION 
INSPECTIO
N - 
NORTHBR
OOK 
CAROLINA 
SALUDA

CLOSE TD-NC-SC DEC CWS55 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 36

2255133 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2858887 TRANSFOR
MER 
05,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L01

2274219 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901409 BREAKER 
BK 5 
12.5KV LT, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 07 563 711 636

2274843 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901998 BREAKER 
BRUSHY 
CREEK WH, 
100.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 58 0

2274934 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902083 BREAKER 
1205, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 141 276 280 273
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2274950 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 43 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902098 BREAKER 
BRUSHY 
CREEK BL, 
100.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 93 0

2275841 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902770 BREAKER 
BK 4&5 
100KV HT, 
100.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2277882 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904655 BREAKER 
1210, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 03 325 329 354

2277892 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904665 BREAKER 
1209, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 62 138 293 191

2277907 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904680 BREAKER 
1206, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 188 315 279 285

2277908 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904681 BREAKER 
12AX, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0 0 0

2279678 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906304 BREAKER 
SEVIER 
WH, 100.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 0
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2279686 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906311 BREAKER 
SEVIER BL, 
100.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2280243 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906817 BREAKER 
OAKVALE 
WH, 100.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 30 0

2280356 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906921 BREAKER 
OAKVALE 
BL, 100.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0

2280713 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907244 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2280922 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907443 BREAKER 
100KV BUS 
JCT, 100.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2411143 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904724 BREAKER 
WHITEHOR
SE, 44.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 88 0

2411144 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903333 BREAKER 
CONESTEE 
NO 1, 44.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 1
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2411149 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904725 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 0

2411150 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904726 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 0

2411151 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903367 BREAKER 
CONESTEE 
NO 2, 44.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2448113 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063648 BREAKER 
BUS 4&5 
12.5KV TIE, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 0 0 0

2448114 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3063652 BREAKER 
BK 4 
12.5KV LT, 
12.47 KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 553 513 533

2453729 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3163886 BREAKER 
1208, 13.0 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 158 163 156

2454381 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 2,000.0 
AMPS

LTC 3063653 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708391 STATION 
OAKVAL
E TIE, 
1221, 
100.0 KV

42762705 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02
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20267704 1207, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893788 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

20393787 1203, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

41756445 REGULATO
R BANK 
1203, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393790 1203, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

41756445 REGULATO
R BANK 
1203, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393791 1203, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

41756445 REGULATO
R BANK 
1203, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393793 1201, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

41756448 REGULATO
R BANK 
1201, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R02

20393794 1201, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

41756448 REGULATO
R BANK 
1201, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

20393795 1201, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

41756448 REGULATO
R BANK 
1201, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R01

20393797 12AX, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

41756449 REGULATO
R BANK 
12AX, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral
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20393798 12AX, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

41756449 REGULATO
R BANK 
12AX, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393799 12AX, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

41756449 REGULATO
R BANK 
12AX, 
6.900 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

20393914 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 5.0 KV, 
2,000.0 
AMPS

CIRCUIT 
BREAKER

41756462 BREAKER 
BK 1 
12.5KV LT, 
12.470 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 21 223 221 246

20393917 BREAKER 
GAS, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

41756463 BREAKER 
12AX, 
12.470 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 331 0 0 0

20426824 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41798899 BREAKER 
1201, 
12.470 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 329 223 221 246

20426843 BREAKER,  
VAC,  ABC 
PH,  15.5 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41756464 BREAKER 
1203, 
12.470 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 321 0 0 0

2257499 1207,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893788 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2259917 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893787 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04
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2261441 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893789 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2261443 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893789 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261527 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893786 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261528 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893789 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2261537 1205,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893786 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261538 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893786 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261734 1207,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893788 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R09
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2261736 1206,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893787 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261737 1206,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893787 REGULATO
R 
1206,PHAS
E 0.0, 6.9 
KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R04

2274389 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901568 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 252 607 672 624

2274397 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901576 BREAKER 
1208, 
12.47 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 298 184 285 197

2274398 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901577 BREAKER 
1205, 
12.47 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 280 0 0 0

2274399 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901578 BREAKER 
1206, 
12.47 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 296 287 274 245

2274400 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901579 BREAKER 
1207, 
12.47 KV

2709475 STATION 
ONEAL 
RET, 
1998, 
100.0 KV

42761944 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 157 142 200
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2215526 2B CAPACITO
R

2893229 CAPACITO
R BANK 2B, 
0.0 KV, 
5,400.0 
KVAR

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 584 OFF

2215554 3A CAPACITO
R

2893230 CAPACITO
R BANK 
3A, 0.0 KV, 
4,800.0 
KVAR

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 OFF

2215555 2A CAPACITO
R

2893228 CAPACITO
R BANK 
2A, 0.0 KV, 
4,800.0 
KVAR

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 584 OFF

2215566 3B CAPACITO
R

2893231 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 258 OFF

2255167 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859063 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02

2255195 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859064 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L05

2272857 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900109 BREAKER 
1205, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 387 391 362
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2272893 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900140 BREAKER 
CBK 3A 
BRK, 13.0 
KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91

2272894 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900141 BREAKER 
CBK 2A 
BRK, 13.0 
KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 81

2275707 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902642 BREAKER 
1208, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0 288 265 278

2275869 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902797 BREAKER 
1207, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 0 118 111 147

2277011 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 44 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903867 BREAKER 
100KV HT, 
100.0 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 660 0

2277865 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904638 BREAKER 
1204, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 305 299 312

2277869 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2904642 BREAKER 
12AX, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 948 0 0 0
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2280476 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907033 BREAKER 
1203, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 97 0 140 177 160

2280509 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907059 BREAKER 
1206, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0 273 294 290

2280745 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907276 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 977

2280748 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907279 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 115

2280749 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907280 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708614 STATION 
PEBBLE 
CREEK 
RET, 
1526, 
100.000 
KV

42762605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 116

2215439 3A,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893382 CAPACITO
R BANK 
3A, 24.0 
KV, 4,200.0 
KVAR

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2215440 3B,CAPACI
TOR BANK 
24.0 KV

CAPACITO
R

2893383 CAPACITO
R BANK 3B, 
24.0 KV, 
4,800.0 
KVAR

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2255027 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859178 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2255028 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2858881 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R04

2273589 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900810 BREAKER 
2406, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 184 78 79 77

2273591 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900812 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 108 413 376 426

2274696 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901862 BREAKER 
2405, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 246 305 312 304

2276910 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903771 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0

2279060 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905732 BREAKER 
2403, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 519 193 179 167
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2279062 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905733 BREAKER 
2404, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 337 118 119 117

2279063 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905734 BREAKER 
2409, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 751 243 249 261

2279064 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905735 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 353 395 397 390

2279065 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905736 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 262 0 0 0

2279085 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905754 BREAKER 
24AX, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 349 100 100 97

2279379 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906029 BREAKER 
2411, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 251 184 132 177

2397045 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060324 BREAKER 
BUS 1&2 
24KV TIE, 
24.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160 339 345 344
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2433099 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060323 BREAKER 
BK 1 24KV 
LT, 24.0 KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 145 542 537 525

2435624 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3060322 BREAKER 
2402, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 159 55 55 57

2451152 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,320.0 
AMPS

LTC 3060308 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708615 STATION 
PELHAM 
RET, 
1652, 
100.000 
KV

42762712 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 Neutral

2214104 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892434 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 978 OFF

2258796 1202,REGU
LATOR 
1PH,PHASE 
Y, 250.0 
KVA

REGULATO
R

2894457 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L01

2260836 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894457 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2260837 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894456 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R01
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2261088 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894456 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 Neutral

2261090 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894457 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 Neutral

2275675 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902611 BREAKER 
1202, 
12.47 KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 596 0 143 157 119

2275678 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902614 BREAKER 
1201, 
12.47 KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 470 0 213 179 195

2280611 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2.5 
CYCLES

CIRCUIT 
BREAKER

2907150 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 978 0 0 0

2843200 1201,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894456 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708616 STATION 
PELZER 
RET, 
4497, 
44.000 
KV

42762987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R01

2215823 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892285 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708248 STATION 
PERFOR
MANCE 
PIPE 
STARTEX 
PL, 4515, 
44.0 KV

42763047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF
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2215824 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893304 CAPACITO
R BANK 1B, 
12.47 KV, 
0.0 KVAR

2708248 STATION 
PERFOR
MANCE 
PIPE 
STARTEX 
PL, 4515, 
44.0 KV

42763047 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

20512568 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2907197 BREAKER 
1202, 
12.47 KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 53 190 200 200

2257500 1201,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894243 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2257503 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894243 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2257550 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894243 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R07

2277551 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904351 BREAKER 
1201, 
12.47 KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 08 130 143 145

2415466 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894244 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05
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2415573 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894244 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R02

2415578 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894244 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708617 STATION 
PICKENS 
RET, 
4520, 
44.000 
KV

42763276 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2214725 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2892022 CAPACITO
R BANK 01, 
44.0 KV, 
9,600.0 
KVAR

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 OFF

2215744 02,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2893163 CAPACITO
R BANK 02, 
44.0 KV, 
9,600.0 
KVAR

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 55 OFF

2276462 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903352 BREAKER 
REESE, 
44.0 KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 57 0

2276467 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903356 BREAKER 
CEDAR 
ROCK, 44.0 
KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 34 0

2276693 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903571 BREAKER 
CBK 1&2 
BRK, 44.0 
KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0
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2279521 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906163 BREAKER 
PICKENS 
WH, 100.0 
KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2279525 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906167 BREAKER 
ESTO, 
100.0 KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2279533 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906173 BREAKER 
PICKENS 
BL, 100.0 
KV

2708392 STATION 
PICKENS 
TIE, 
1012, 
100.0 KV

42762320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 77 0

2255839 1201,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894461 REGULATO
R 
1201,PHAS
E 0.0, 13.0 
KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2257065 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894462 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2261235 1202,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2894462 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2279225 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905884 BREAKER 
1201, 
12.47 KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 779 247 208 233
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2279226 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905885 BREAKER 
1202, 
12.47 KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 577 186 197 189

2388293 STOCK 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
167.0 KVA

REGULATO
R

2894462 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708618 STATION 
PIEDMO
NT RET, 
4531, 
44.000 
KV

42763420 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2258938 1208,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893490 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R06

2259573 1210,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894450 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R06

2259871 1210,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894450 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R05

2260038 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
250.0 KVA

REGULATO
R

2894449 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R12

2261221 1208,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893490 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06
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2261223 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893490 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

2272995 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900239 BREAKER 
1208, 
12.47 KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 360 351 340 384

2280186 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906764 BREAKER 
1209, 
12.47 KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 666 0 405 387 389

2280898 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
25 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907421 BREAKER 
1210, 
12.47 KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 837 0 514 438 423

2454033 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894450 REGULATO
R 
1210,PHAS
E 0.0, 6.9 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

2456455 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894449 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R10

2862910 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894449 REGULATO
R 
1209,PHAS
E 0.0, 13.0 
KV

2708251 STATION 
POWDER
SVILLE 
RET, 
4562, 
44.0 KV

42764973 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R12
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2254997 LTC TYPE 
RESISTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2860937 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2255014 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859182 TRANSFOR
MER 
04,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L02

2255652 1207,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894532 REGULATO
R 
1207,PHAS
E 0.0, 13.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

2256358 1211,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893634 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R03

2257053 1205,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894531 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2257089 1204,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894530 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2257094 1204,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894530 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L02
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2257514 1208,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894533 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2257517 1208,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894533 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R02

2257525 1211,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893634 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R02

2257574 1211,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893634 REGULATO
R 
1211,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L01

2257718 1203,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 750.0 
KVA

REGULATO
R

2894528 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2259826 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894530 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R02

2260605 1205,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894531 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 R02
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2260606 1205,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894531 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 Neutral

2261186 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894533 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 L03

2273282 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900517 BREAKER 
2401, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 103 107 101

2274105 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901300 BREAKER 
2402, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 455 201 203 182

2274661 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901828 BREAKER 
1207, 13.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 288 165 151 155

2275370 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902421 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144 366 377 355

2275371 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902422 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 102 498 491 469
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2275372 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902423 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 52 0 0 0

2275981 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902905 BREAKER 
1205, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 0 114 117 112

2275983 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902907 BREAKER 
1208, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 731 0 179 175 162

2275984 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902908 BREAKER 
12AX, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210 0 0 0 0

2277713 BREAKER, 
OIL, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904499 BREAKER 
BUS 3&4 
24KV TIE, 
24.0 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 581 0 0 0 0

2279214 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905874 BREAKER 
2406, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 500 192 186 192

2279216 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905876 BREAKER 
2405, 24.0 
KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 437 112 115 115
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2279389 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906039 BREAKER 
1203, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 379 107 110 108

2279391 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906041 BREAKER 
1204, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 420 158 145 140

2279392 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906042 BREAKER 
1211, 
12.47 KV

2709362 STATION 
PUTMAN 
RET, 
1619, 
100.0 KV

42764147 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 322 165 174 152

2215236 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891688 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708463 STATION 
R S M 
CO, 
5095, 
44.0 KV

42763979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 OFF

2214391 01,CAPACI
TOR BANK 
44.0 KV

CAPACITO
R

2891840 CAPACITO
R BANK 01, 
44.0 KV, 
7,200.0 
KVAR

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 ON

2214533 05,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2891841 CAPACITO
R BANK 05, 
100.0 KV, 
16,800.0 
KVAR

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 532 ON

2273392 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900621 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 128 0
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2276471 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 600 
AMPS, 6.3 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903360 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1786 0

2276752 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903626 BREAKER 
FOUNTAIN 
INN, 44.0 
KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 308 0

2276753 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903627 BREAKER 
SIMPSONV
ILLE, 44.0 
KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

2276855 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903718 BREAKER 
VAN 
PATTON, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1337 0

2278484 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 52 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905182 BREAKER 
BK 1&2 
100KV HT, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 677 0

2279543 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906183 BREAKER 
REEDY 
RIVER BL, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 760 0

2279564 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906203 BREAKER 
PUTMAN, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 437 0
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2279571 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906210 BREAKER 
REEDY 
RIVER WH, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 127 0

2279580 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906218 BREAKER 
BEATTIE, 
100.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0

2280433 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 17 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2906992 BREAKER 
CBK 1 BRK, 
44.0 KV

2708452 STATION 
REEDY 
RIVER 
TIE, 
1217, 
115.0 KV

42762392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 429 0

2213868 3B CAPACITO
R

2893016 CAPACITO
R BANK 3B, 
0.0 KV, 
5,400.0 
KVAR

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215100 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891694 CAPACITO
R BANK 
1A, 12.47 
KV, 5,400.0 
KVAR

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215103 1B CAPACITO
R

2893017 CAPACITO
R BANK 1B, 
0.0 KV, 
5,400.0 
KVAR

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2215195 3A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891693 CAPACITO
R BANK 
3A, 12.47 
KV, 5,400.0 
KVAR

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 OFF
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2255174 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859067 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L03

2255199 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2859066 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 L02

2272880 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900127 BREAKER 
CBK 
3A&3B 
BRK, 12.47 
KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256

2273467 BREAKER,  
OIL,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  20 
KA,  5 
CYCLES

CIRCUIT 
BREAKER

2900692 BREAKER 
1211, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1547 0 227 187 226

2275880 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902808 BREAKER 
12AX, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 226 0 0 0 0

2276221 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

2903138 BREAKER 
1210, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1698 0 251 260 263

2276222 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903139 BREAKER 
1209, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1823 0 80 80 80
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2276223 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903140 BREAKER 
1206, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1882 0 153 115 128

2276225 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903142 BREAKER 
1205, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1932 0 297 294 293

2276283 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903197 BREAKER 
1201, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1194 0 31 31 30

2278931 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905609 BREAKER 
1204, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 318 202 193 202

2278932 BREAKER, 
GAS, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905610 BREAKER 
1203, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 836 28 26 40

2280531 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1600 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907079 BREAKER 
100KV HT, 
100.0 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 896 0

2280668 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907204 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2302
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2280669 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2907205 BREAKER 
1212, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1199 0 218 261 187

2280832 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907361 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 56 716 732 704

2280841 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

2907369 BREAKER 
BUS 1&3 
12.5KV TIE, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89

2280843 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907371 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709176 STATION 
ROPER 
MTN 
RET, 
1100, 
100.0 KV

42763117 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 95 539 522 549

2214506 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892598 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708622 STATION 
SAFETY 
COMPO
NENTS 
DUNEAN 
W STA, 
4012, 
44.0 KV

42762651 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF

2214574 1A,CAPACI
TOR BANK 
4.16 KV

CAPACITO
R

2892598 CAPACITO
R BANK 
1A, 4.16 
KV, 1,800.0 
KVAR

2708622 STATION 
SAFETY 
COMPO
NENTS 
DUNEAN 
W STA, 
4012, 
44.0 KV

42762651 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 79 OFF
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2274532 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901705 BREAKER 
CBK 1A 
BRK, 4.16 
KV

2708622 STATION 
SAFETY 
COMPO
NENTS 
DUNEAN 
W STA, 
4012, 
44.0 KV

42762651 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 212

2214610 1B,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892241 CAPACITO
R BANK 1B, 
0.6 KV, 
1,200.0 
KVAR

2708605 STATION 
SAGE 
AUTOM
OTIVE 
INTERIO
RS 
GAYLEY 
PL, 4293, 
44.000 
KV

42762318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214728 1A,CAPACI
TOR BANK 
0.6 KV

CAPACITO
R

2892240 CAPACITO
R BANK 
1A, 0.6 KV, 
1,200.0 
KVAR

2708605 STATION 
SAGE 
AUTOM
OTIVE 
INTERIO
RS 
GAYLEY 
PL, 4293, 
44.000 
KV

42762318 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2259210 1204,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893936 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2259222 1204,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893936 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R09

2259232 1204,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893936 REGULATO
R 
1204,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R07
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2259248 1203,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893935 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R09

2259320 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2259322 1203,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893935 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R08

2259323 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2259337 1203,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893935 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L02 R09

2259338 1202,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893934 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R08

2274612 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901782 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 305 351 335
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2274646 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901814 BREAKER 
1202, 
12.47 KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 58 54 52

2274658 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901826 BREAKER 
1203, 
12.47 KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 80 108 133 134

2274794 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901950 BREAKER 
1204, 
12.47 KV

2711307 STATION 
SCUFFLE
TOWN 
RET, 
1992, 
100.0 KV

42762708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 94 147 162 145

20522491 1201, 
REGULATO
R 1PH, 
PHASE X, 
7,620.0 KV

REGULATO
R

2893521 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R10

2214016 1E CAPACITO
R

2891443 CAPACITO
R BANK 1E, 
0.0 KV, 
3,600.0 
KVAR

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2214172 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891439 CAPACITO
R BANK 
1A, 12.47 
KV, 2,400.0 
KVAR

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 ON
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2214173 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891440 CAPACITO
R BANK 1B, 
12.47 KV, 
3,000.0 
KVAR

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 50 ON

2214764 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891441 CAPACITO
R BANK 1C, 
12.47 KV, 
2,400.0 
KVAR

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 ON

2215524 1D CAPACITO
R

2891442 CAPACITO
R BANK 
1D, 0.0 KV, 
3,000.0 
KVAR

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1 ON

2256307 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893592 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R09

2256991 1203,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893592 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R10

2259403 1201, 
REGULATO
R 1PH, 
PHASE Y, 
12.470 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893521 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral R07
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2260560 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893592 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R09

2261543 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893554 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R10

2261951 1202,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893554 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L01 R07

2261953 1202,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893554 REGULATO
R 
1202,PHAS
E 0.0, 0.0 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R01 R05

2275350 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902412 BREAKER 
SEALED 
AIR CORP 
STA 2, 
12.47 KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 528 0 120 120 108

2280592 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907134 BREAKER 
SEALED 
AIR CORP 
CHILLER 
TAP, 12.47 
KV

2708733 STATION 
SEALED 
AIR 
CORP 
SIMPSO
NVILLE, 
1713, 
100.000 
KV

42763827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 69 74 75 74
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2214661 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891820 CAPACITO
R BANK 1B, 
12.47 KV, 
2,400.0 
KVAR

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 217 OFF

2214676 1C,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891821 CAPACITO
R BANK 1C, 
12.47 KV, 
3,600.0 
KVAR

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 719 OFF

2214706 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891819 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 42 OFF

2215093 1D,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891822 CAPACITO
R BANK 
1D, 12.47 
KV, 3,600.0 
KVAR

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 OFF

2277332 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904145 BREAKER 
CBK 1C 
BRK, 12.47 
KV

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 719 0 0 0

2838367 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907172 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708626 STATION 
SEALED 
AIR 
SIMPSO
NVILLE 
S3, 3806, 
100.0 KV

42763843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 91 0 0 0
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2214128 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892278 CAPACITO
R BANK 
1A, 12.47 
KV, 1,500.0 
KVAR

2708274 STATION 
SEW-
EURODRI
VE INC 
LYMAN 
PL, 4719, 
44.0 KV

42764955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 696 OFF

2277509 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904315 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708274 STATION 
SEW-
EURODRI
VE INC 
LYMAN 
PL, 4719, 
44.0 KV

42764955 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16

2215877 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893121 CAPACITO
R BANK 01, 
0.0 KV, 
108,000.0 
KVAR

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 4273 OFF

2273388 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900617 BREAKER 
CBK 1 BRK, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 138 0

2275858 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902787 BREAKER 
BAINBRIDG
E BL, 100.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 100 0

2276018 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902942 BREAKER 
BK 2 100KV 
LT RED, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 20 0

2276019 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902943 BREAKER 
PIEDMONT 
WH, 100.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 174 0
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2276034 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902958 BREAKER 
BK 1 100KV 
LT YEL, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 213 0

2276035 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902959 BREAKER 
BK 1 100KV 
LT RED, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 26 0

2276036 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902960 BREAKER 
BK 2 100KV 
LT YEL, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 999 0

2276037 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902961 BREAKER 
PIEDMONT 
BL, 100.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 106 0

2276044 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902968 BREAKER 
BAINBRIDG
E WH, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 64 0

2276049 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902973 BREAKER 
LEE WH, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 40 0

2276055 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902978 BREAKER 
LEE BL, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 10 0
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2277231 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904053 BREAKER 
PELZER, 
44.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 0

2277262 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904084 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 18 0

2278560 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905256 BREAKER 
BK 2 44KV 
LT, 44.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 99 0

2278561 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905257 BREAKER 
BK 1 44KV 
LT, 44.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 136 0

2278562 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905258 BREAKER 
LAKESIDE, 
44.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 0

2278563 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905259 BREAKER 
SIMPSONV
ILLE, 44.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 225 0

2278564 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905260 BREAKER 
CONESTEE 
NO 1, 44.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0
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2416982 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904013 BREAKER 
PCB 23, 
230.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 171 0

2416984 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904015 BREAKER 
PCB 24, 
230.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 237 0

2416985 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904014 BREAKER 
PCB 14, 
230.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 148 0

2417042 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904016 BREAKER 
PCB 13, 
230.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 291 0

2862784 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902979 BREAKER 
GREENBRI
AR WH, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 76 0

2862786 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902964 BREAKER 
GREENBRI
AR BL, 
100.0 KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 0

2862787 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902965 BREAKER 
OAKVALE 
WH, 100.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 46 0
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2862788 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902967 BREAKER 
OAKVALE 
BL, 100.0 
KV

2711072 STATION 
SHADY 
GROVE 
TIE, 
1550, 
230.0 KV

42762418 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2274961 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902106 BREAKER 
PCB 23, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2274962 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902107 BREAKER 
PCB 13, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2274963 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902108 BREAKER 
PCB 11, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2275417 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905047 BREAKER 
PCB 12, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0

2275418 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903997 BREAKER 
PCB 22, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2275419 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903998 BREAKER 
PCB 21, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 05 0
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2275420 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902434 BREAKER 
PCB 14, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 11 0

2275421 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902435 BREAKER 
PCB 2, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 0

2275441 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902442 BREAKER 
PCB 1, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2279674 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 14 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906300 BREAKER 
STA SERV 
100KV HT, 
100.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 89 0

2386832 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903994 BREAKER 
PCB 3, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 04 0

2386837 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903995 BREAKER 
PCB 4, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 0

2386838 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903996 BREAKER 
PCB 24, 
230.0 KV

2708393 STATION 
SHILOH 
SW STA, 
1494, 
230.0 KV

42761674 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 12 0
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2215562 3A CAPACITO
R

2893227 CAPACITO
R BANK 
3A, 0.0 KV, 
4,200.0 
KVAR

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 OFF

2215573 2A CAPACITO
R

2893226 CAPACITO
R BANK 
2A, 0.0 KV, 
4,200.0 
KVAR

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2255241 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2858230 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2255256 LTC TYPE 
VACUUM, 
0.000 KV, 
E, LTC 
UNKNOW
N, 1,500.0 
AMPS

LTC 2858231 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R05

2272925 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900172 BREAKER 
CBK 3A 
BRK, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 0 0 0

2272926 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900173 BREAKER 
CBK 2A 
BRK, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 0 0 0

2273747 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900961 BREAKER 
BUS 2&3 
24KV TIE, 
24.0 KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 75 0 0 0
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2273748 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900962 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 29 342 253 288

2273749 BREAKER,  
VAC,  
Unknown 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900963 BREAKER 
BK 3 24KV 
LT, 24.0 KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 41 262 251 255

2274282 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901468 BREAKER 
2412, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 430 54 62 55

2274551 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901724 BREAKER 
2411, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 454 117 102 100

2277990 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 800 
AMPS, 7.5 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904756 BREAKER 
BK 2&3 
100KV HT, 
100.0 KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 0

2279014 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905689 BREAKER 
2410, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 639 91 92 90

2279099 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905766 BREAKER 
2405, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 568 126 109 105
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2279100 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905767 BREAKER 
2406, 24.0 
KV

2708631 STATION 
SPARTA
N GREEN 
RET, 
1653, 
100.0 KV

42763371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 499 214 140 181

2215213 1A,CAPACI
TOR BANK 
0.48 KV

CAPACITO
R

2891827 CAPACITO
R BANK 
1A, 0.48 
KV, 1,500.0 
KVAR

2708735 STATION 
STANDA
RD 
MOTOR 
PRODUC
TS INC, 
4181, 
24.0 KV

42763215 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 743 OFF

20132539 BREAKER 
GAS, 
242.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

2900482 BREAKER 
BK 6 230KV 
HT, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 234 0

2215254 01,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892095 CAPACITO
R BANK 01, 
100.0 KV, 
79,200.0 
KVAR

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1532 OFF

2215305 02,CAPACI
TOR BANK 
100.0 KV

CAPACITO
R

2892096 CAPACITO
R BANK 02, 
100.0 KV, 
79,200.0 
KVAR

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1483 OFF

2273241 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900476 BREAKER 
BYRNES, 
44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 274 0

2273242 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900477 BREAKER 
BK 6 44KV 
LT, 44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 204 0

M-100 Sub 163 
PSDR2-2



2273243 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900478 BREAKER 
JACKSON, 
44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 304 0

2273244 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900479 BREAKER 
MASON, 
44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 411 0

2273245 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900480 BREAKER 
BERRY 
SHOALS, 
44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 229 0

2273246 BREAKER, 
GAS, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900481 BREAKER 
44KV BUS 
JCT, 44.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 0

2273291 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900526 BREAKER 
BK 6 100KV 
RED BUS 
LT, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 221 0

2273292 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900527 BREAKER 
BK 6 100KV 
YEL BUS 
LT, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 277 0

2273695 BREAKER,  
GAS,  
Unknown 
PH,  100 
KV,  121 
KV,  2000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900912 BREAKER 
BK 5 100KV 
LT, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 0

M-100 Sub 163 
PSDR2-2



2274267 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901455 BREAKER 
KELSEY 
CREEK BL, 
230.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 124 0

2274268 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901456 BREAKER 
KELSEY 
CREEK WH, 
230.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 105 0

2274324 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901506 BREAKER 
CBK 1&2 
BRK, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 134 0

2275013 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902153 BREAKER 
BK 3 100KV 
LT YEL 
BUS, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144 0

2275014 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902154 BREAKER 
BK 3 100KV 
LT RED 
BUS, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 123 0

2275064 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902199 BREAKER 
BK 3 230KV 
HT, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 129 0

2275065 BREAKER, 
GAS, 
Unknown 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902200 BREAKER 
230KV BUS 
JCT, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 71 0

M-100 Sub 163 
PSDR2-2



2275519 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903783 BREAKER 
TIGER BL, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 157 0

2275520 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903776 BREAKER 
TIGER WH, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 156 0

2276017 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902941 BREAKER 
UNION 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 13 0

2276028 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902952 BREAKER 
UNION BL, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 0

2276812 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903679 BREAKER 
BK 5 44KV 
LT, 44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 140 0

2277272 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
48.3 KV, 
1200 
AMPS, 29 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904094 BREAKER 
BK 3 44KV 
LT, 44.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 33 0

2280108 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906695 BREAKER 
BK 5 230KV 
HT, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 535 0

M-100 Sub 163 
PSDR2-2



2280539 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907086 BREAKER 
FLINT BL, 
230.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 605 0

2280716 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 2000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907247 BREAKER 
FLINT WH, 
230.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 273 0

2415341 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905130 BREAKER 
HARLEY BL, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 70 0

2415342 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905129 BREAKER 
DUNCAN 
BL, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2415343 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905133 BREAKER 
HARLEY 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 78 0

2415344 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905128 BREAKER 
DUNCAN 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 66 0

2415345 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905135 BREAKER 
SPARTAN 
GREEN 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

M-100 Sub 163 
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2415346 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905131 BREAKER 
SPARTAN 
GREEN BL, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90

2415347 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905127 BREAKER 
TAYLORS 
BL, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 85 0

2415348 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905125 BREAKER 
TAYLORS 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 107 0

2434961 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905027 BREAKER 
RENFREW 
BL, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 201 0

2434962 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2905028 BREAKER 
RENFREW 
WH, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 202 0

2448126 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905134 BREAKER 
VICTOR 
WH, 100.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 140 0

2448484 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906684 BREAKER 
PEACH 
VALLEY 
WH, 230.0 
KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 178 0

M-100 Sub 163 
PSDR2-2



2448485 BREAKER, 
GAS, 
Unknown 
PH, 245 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

2906819 BREAKER 
PEACH 
VALLEY BL, 
230.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 230 0

2450626 BREAKER, 
GAS, 
Unknown 
PH, 100 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905126 BREAKER 
VICTOR BL, 
100.0 KV

2711067 STATION 
TIGER 
TIE, 
1142, 
230.0 KV

42762307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 147 0

20461928 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894511 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R03

20461930 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894511 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

20461931 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.200 KV, 
7,620.0 KV

REGULATO
R

2894511 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L13 R03

20461933 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
KV, 25.0 
KA

CIRCUIT 
BREAKER

2905861 BREAKER 
1203, 
12.47 KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 49 558 685 560

2215161 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891683 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 440 OFF

2215163 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893096 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 068 OFF

M-100 Sub 163 
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2255639 1202,REGU
LATOR 
3PH, 
12,470.0 
KV, 
13,200.0 
KV, 500.0 
KVA

REGULATO
R

2894510 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

2259877 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894509 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R04

2259900 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894509 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

2260738 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894509 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2275685 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
14.4 KV, 
1200 
AMPS, 10 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

2902621 BREAKER 
1201, 
12.47 KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 83 415 350 425

2279190 BREAKER, 
OIL, 
Unknown 
PH, 14.4 
KV, 15.5 
KV, 600 
AMPS, 10 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905852 BREAKER 
1202, 
12.47 KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 90 0

2458033 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907163 BREAKER 
CBK 1A 
BRK, 12.47 
KV

2708658 STATION 
TIGERVIL
LE RET, 
4932, 
44.0 KV

42762038 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 59

M-100 Sub 163 
PSDR2-2



2214334 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892443 CAPACITO
R BANK 1B, 
12.47 KV, 
1,800.0 
KVAR

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 00 OFF

2214822 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2892442 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 02 ON

2257573 1203,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894474 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R04

2258731 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894474 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L03 R05

2260242 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894473 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

2260268 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2260502 1201,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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2260503 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893790 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261043 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894474 REGULATO
R 
1203,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R05

2261122 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894473 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R05

2261188 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894473 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R05

2273766 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900979 BREAKER 
1202, 
12.47 KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 25 277 289 287

2273767 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900980 BREAKER 
1203, 
12.47 KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 16 267 263 277

2274402 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901581 BREAKER 
1201, 
12.47 KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 19 245 244 250
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2274803 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901959 BREAKER 
CBK 
1A&1B 
BRK, 12.47 
KV

2708308 STATION 
TRAVELE
RS REST 
RET, 
4960, 
44.0 KV

42763088 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 01 204 200 214

2255009 LTC TYPE 
REACTANC
E, 0.000 
KV, E, LTC 
UNKNOW
N, 772.0 
AMPS

LTC 2859065 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 100.0 
KV, 24.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R01

2257247 1202,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893776 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259657 1202,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893776 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2259669 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893776 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

2261983 1204,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893612 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2261984 1204,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893612 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral
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2262013 1204,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893612 REGULATO
R 
1204,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2262014 1203,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893613 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2262015 1203,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893613 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 Neutral

2262016 1203,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893613 REGULATO
R 
1203,PHAS
E 0.0, 0.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2273421 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900649 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 131 656 536 565

2273569 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900791 BREAKER 
1203, 
12.47 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 186 327 309 280

2273570 BREAKER,  
VAC,  
Unknown 
PH,  13 KV,  
15.5 KV,  
1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2900792 BREAKER 
1204, 
12.47 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 182 342 244 288
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2274342 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901523 BREAKER 
1202, 
12.47 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 204 0 0 0

2276899 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 115 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2903760 BREAKER 
100KV HT, 
100.0 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 289 0

2279041 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905714 BREAKER 
BK 2 24KV 
LT, 24.0 KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 394 398 397

2279199 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905859 BREAKER 
24AX, 24.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 252 0 0 0

2279200 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905860 BREAKER 
2402, 24.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 527 312 323 303

2279208 BREAKER, 
GAS, 
Unknown 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

2905868 BREAKER 
2404, 24.0 
KV

2711064 STATION 
VERDAE 
RET, 
1692, 
100.0 KV

42765172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 24 120 105 135
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2215275 1A,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892446 CAPACITO
R BANK 
1A, 2.4 KV, 
900.0 
KVAR

2708317 STATION 
VULCAN 
MATERI
AL CO 
GREENVI
LLE, 
5029, 
44.0 KV

42764703 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2186 OFF

2215287 1B,CAPACI
TOR BANK 
2.4 KV

CAPACITO
R

2892447 CAPACITO
R BANK 1B, 
2.4 KV, 
900.0 
KVAR

2708317 STATION 
VULCAN 
MATERI
AL CO 
GREENVI
LLE, 
5029, 
44.0 KV

42764703 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 219 OFF

2215337 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2891677 CAPACITO
R BANK 
1A, 12.47 
KV, 1,800.0 
KVAR

2710247 STATION 
W CAR 
REG SEW 
AUTH 
MAULDI
N RD, 
5033, 
44.0 KV

42763504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 210 OFF

2215338 1B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893394 CAPACITO
R BANK 1B, 
12.47 KV, 
3,600.0 
KVAR

2710247 STATION 
W CAR 
REG SEW 
AUTH 
MAULDI
N RD, 
5033, 
44.0 KV

42763504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 OFF

20594774 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42231512 BREAKER 
BK 3 
12.5KV LT, 
12.470 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 328 916 886 825

20594820 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 2,000.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42231513 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.470 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 393 0 0 0

M-100 Sub 163 
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20627673 LTC TYPE 
RESISTIVE-
REACTIVE, 
2,000.0 
AMPS

LTC 2859051 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 100.0 
KV, 12.5 
KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L06

20628125 LTC TYPE 
RESISTIVE-
REACTIVE, 
2,000.0 
AMPS

LTC 2859050 TRANSFOR
MER 02, 
100.000 
KV, 12.500 
KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L16 L10

20628315 LTC TYPE 
VACUUM, 
2,000.0 
AMPS

LTC 42298515 TRANSFOR
MER 03, 
PHASE 
UNKNOW
N, 100.000 
KV, 12.500 
KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L14 L07

2277590 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904383 BREAKER 
1203, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1500 257 271 274

2277604 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904396 BREAKER 
1215, 
12.470 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 47 273 296 284

2277609 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904401 BREAKER 
1207, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1633 235 306 261

2277610 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
600 AMPS, 
12 KA, 2 
CYCLES

CIRCUIT 
BREAKER

2904402 BREAKER 
1204, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1943 229 175 185

M-100 Sub 163 
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2278031 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904788 BREAKER 
BUS 1&2 
12.5KV TIE, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 570 0 0 0 0

2278032 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 8.9 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904789 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 473 0 288 274 250

2278033 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2904790 BREAKER 
BK 1 
12.5KV LT, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 547 0 911 925 919

2279160 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905823 BREAKER 
1205, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 426 59 48 44

2279161 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905824 BREAKER 
1206, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 173 158 186

2279162 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905825 BREAKER 
1210, 
12.470 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 86 287 274 249

2279163 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905826 BREAKER 
1212, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021

M-100 Sub 163 
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2279164 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2905827 BREAKER 
1214, 
12.470 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 499 319 290 247

2279859 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906471 BREAKER 
GREENVILL
E WH CB, 
100.000 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 281 0

2279943 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906548 BREAKER 
GREENVILL
E BL CB, 
100.000 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 626 0

2280860 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 8.9 
KA, 4 
CYCLES

CIRCUIT 
BREAKER

2907387 BREAKER 
12AX, 
12.47 KV

2709052 STATION 
WADDEL
L RD 
RET, 
1271, 
100.0 KV

42762046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 51 0 0 0

20356124 1203, 
REGULATO
R 1PH, 
PHASE Z, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894455 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R04

20356298 1203, 
REGULATO
R 1PH, 
PHASE X, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894455 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

20356301 1203, 
REGULATO
R 1PH, 
PHASE Y, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894455 REGULATO
R 
1203,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R05
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20356307 1202, 
REGULATO
R 1PH, 
PHASE Y, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894454 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L11 R03

20356310 1202, 
REGULATO
R 1PH, 
PHASE X, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894454 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

20356313 1202, 
REGULATO
R 1PH, 
PHASE Z, 
13.000 KV, 
7,620.0 KV

REGULATO
R

2894454 REGULATO
R 
1202,PHAS
E 0.0, 13.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

20356490 BREAKER 
VAC, ABC 
PH, 12.470 
KV, 15.5 
KV, 1,200.0 
AMPS, 
25.0 KA

CIRCUIT 
BREAKER

2903076 BREAKER 
1202, 
12.47 KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 351 164 164 172

20356509 BREAKER,  
VAC,  ABC 
PH,  12.47 
KV,  15.5 
KV,  1200 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

2903075 BREAKER 
1203, 
12.47 KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 332 147 161 134

2261908 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893571 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02

2261909 1201,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893571 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R02
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2273279 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900514 BREAKER 
1201, 
12.47 KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 165 119 127 115

2276665 BREAKER, 
OIL, 
Unknown 
PH, 44 KV, 
46 KV, 
1200 
AMPS, 19 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903544 BREAKER 
BK 1 44KV 
HT, 44.0 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 256 0

2388296 1201,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893571 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2708520 STATION 
WARE 
PLACE 
RET, 
5052, 
44.0 KV

42762191 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 R03

20738457 1206, 
REGULATO
R 1PH, 
PHASE Z, 
13.200 KV

REGULATO
R

3050004 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R03

2257732 1205, 
REGULATO
R 1PH, 
PHASE C

REGULATO
R

41962926 REGULATO
R BANK 
1205, 
UNITS - 1, 
6.900 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L05

2258671 1208,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894446 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R02

2260739 REGULATO
R 1PH, 
13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41962926 REGULATO
R BANK 
1205, 
UNITS - 1, 
6.900 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L10 L02

2261557 1208,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2894446 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04
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2273211 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900446 BREAKER 
1207, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 176 111 75 130

2275121 BREAKER, 
OIL, 
Unknown 
PH, 100 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2902233 BREAKER 
100KV HT, 
100.0 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 211 0

2275757 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2902690 BREAKER 
1208, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 527 0 250 174 231

2276159 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903077 BREAKER 
1210, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 347 2 288 298 298

2276160 BREAKER, 
OIL, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2903078 BREAKER 
1209, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 275 0 404 314 256

2280771 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 18 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907302 BREAKER 
BK 3 
12.5KV LT, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 14 927 765 759

2388298 1207,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893536 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 L01

M-100 Sub 163 
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2388299 1207,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893536 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R03

2388300 1207,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2893536 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2401913 1209,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894447 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R04

2401916 1210,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894448 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R01

2401918 1209,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894447 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

2415460 1209,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894447 REGULATO
R 
1209,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R01

2415759 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3050004 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 Neutral

M-100 Sub 163 
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2416329 1210,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894448 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R02

2416342 1208,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894446 REGULATO
R 
1208,PHAS
E 0.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R03

2420270 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049179 BREAKER 
12AX, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 84 0 0 0

2420271 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049168 BREAKER 
1206, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 73 267 316 266

2428316 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049150 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 54 516 511 484

2428319 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049148 BREAKER 
BUS 2&3 
12.5KV TIE, 
12.47 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 67 0 0 0

2428918 1210,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

2894448 REGULATO
R 
1210,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R04

M-100 Sub 163 
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2431132 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3050004 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R01

2831911 REGULATO
R 1PH, 
13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

41962926 REGULATO
R BANK 
1205, 
UNITS - 1, 
6.900 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L09 L04

2873433 BREAKER, 
VAC, 
Unknown 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41962923 BREAKER 
1205, 
15.500 KV

2708016 STATION 
WRENN 
RET, 
1543, 
100.0 KV

42762018 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS55 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 65 270 218 246

8673438 37203,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618772 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
3,600.0 
KVAR

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3002 OFF

8677867 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623202 BREAKER 
BPN 4 
SHOALS 
INDUSTRIA
L 24KV CB, 
24.0 KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 241 129 118 132

8678399 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623734 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3002 0 0 0
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8678451 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623786 BREAKER 
BPN 3 
AIRPORT 
ROAD 
24KV CB, 
24.0 KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 283 127 129 118

8683422 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628757 BREAKER 
BPN 1 
FLETCHER 
23KV CB, 
23.0 KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 135 132 132

8684306 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629641 BREAKER 
BPN 2 
RUTLEDGE 
ROAD 
23KV CB, 
23.0 KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 889 81 93 80

8768240 LTC TYPE 
VACUUM, 
115.000 
KV, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15591040 TRANSFOR
MER BANK 
#1, 115.0 
KV

15540996 STATION 
ARDEN 
115KV, 
T0690, 
115.0 KV

42765540 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06

8656978 115/24KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
24.000 KV, 
2,500.0 
KVA, 
2,500.0 
KVA

REGULATO
R

15592638 REGULATO
R BANK #1, 
0.0 KV

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R04 L07

8673439 37802,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618773 CAPACITO
R BANK #1-
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 913 OFF

M-100 Sub 163 
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8679281 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624616 BREAKER 
BPN 4 
BENT 
CREEK 
23KV CB, 
23.0 KV

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 600 55 63 53

8681265 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626600 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 913 0 0 0

8682756 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628091 BREAKER 
BPN 3 
BREVARD 
ROAD 
23KV CB, 
23.0 KV

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 567 56 39 41

8684246 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12,500.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15629581 BREAKER 
BPN 2 
RIDGEFIEL
D 23KV CB, 
23.0 KV

15540995 STATION 
ASHEVIL
LE BENT 
CREEK 
115KV, 
T0322, 
115.0 KV

42765689 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 111 85 95

8657245 115/23KV 
BANK 
TOTAL 
REGULATO
R,REGULAT
OR 3PH, 
24.0 KV, 
1,000.0 KV, 
1,400.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592682 REGULATO
R BANK #1, 
24.0 KV

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R13
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8673440 38965,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618774 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
3,600.0 
KVAR

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 825 OFF

8678025 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623360 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 825 0 0 0 0

8682385 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627720 BREAKER 
BPN 1 
SWEETEN 
CREEK 
23KV CB, 
23.0 KV

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1256 0 103 115 97

8684230 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629565 BREAKER 
BPN 2 
HENDERSO
NVILLE 
ROAD 
23KV CB, 
23.0 KV

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 153 0 0 0 0

8684472 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629807 BREAKER 
BPN 3 
ROCK HILL 
23KV CB, 
23.0 KV

15541022 STATION 
ASHEVIL
LE ROCK 
HILL 
115KV, 
T0764, 
115.000 
KV

42765677 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 105 1 281 315 304

20401570 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41820035 BREAKER 
115CB5, 
CC BASIN 
BAY 5, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 204 0
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20456817 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41970077 BREAKER 
115CB6, 
CC BASIN 
115KV BAY 
6, 115.000 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 193 1

8673441 301782,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618775 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
30,000.0 
KVAR

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 194 OFF

8673443 39606,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618777 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 310 OFF

8678314 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623649 BREAKER 
230CB28, 
PISGAH 
(BLACK) 
TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 0

M-100 Sub 163 
PSDR2-2



8678315 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623650 BREAKER 
230CB29, 
PISGAH 
FOREST 
BLACK, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 0

8678316 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623651 BREAKER 
230CB31, 
PISGAH 
(WHITE) 
TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 88 0

8678317 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623652 BREAKER 
230CB25, 
BUS 3 
ENKA TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 98 0

8679203 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15624538 BREAKER 
230CB21 
ASHEVILLE 
CC PLANT 
230KV TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 160 0

M-100 Sub 163 
PSDR2-2



8680112 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625447 BREAKER 
115CB17, 
UNIT 4 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 336 8

8680113 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628024 BREAKER 
115CB6 
ENKA SW 
STA EAST 
115KV CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 111 1

8680116 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625451 BREAKER 
230CB32, 
PISGAH 
FOREST 
WHITE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 86 0

8680156 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625491 BREAKER 
115CB14, 
SWITCHYA
RD 115KV 
CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 138 0

M-100 Sub 163 
PSDR2-2



8680212 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625547 BREAKER 
230CB7, 
CC BASIN 
BAY 7, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 234 0

8680213 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625548 BREAKER 
230CB8, 
CC BASIN 
BAY 8, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 188 0

8681113 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  145 
KV,  3000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626448 BREAKER 
115CB10, 
#1 
CAPACITO
R BANK 
CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 310 0

8681114 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626449 BREAKER 
115CB02, 
#2 
230/115KV 
BANK, 
115KV LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 215 0

M-100 Sub 163 
PSDR2-2



8681160 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626495 BREAKER 
115CB13 
BUS 7/5 
TIE, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 124 0

8682008 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627343 BREAKER 
115CB5 
115KV 
ENKA 
WEST LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 145 0

8682009 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627344 BREAKER 
230CB36, 
#1 230 
CAPACITO
R BANK 
CB, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 226 0

8682874 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628209 BREAKER 
115CB15, 
UNIT 3 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 342 1

M-100 Sub 163 
PSDR2-2



8682892 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628227 BREAKER 
115CB8, 
OTEEN 
EAST 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

8682893 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628228 BREAKER 
115CB11, 
SOUTH TIE 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

8682934 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628269 BREAKER 
115CB12 
115KV 
WEST BUS 
TIE CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 126 0

8683842 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629177 BREAKER 
115CB03, 
OTEEN 
115KV 
WEST LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 178 3

M-100 Sub 163 
PSDR2-2



8683843 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629178 BREAKER 
115CB9, 
HORSE 
SHOE DEC 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

8683846 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629181 BREAKER 
115CB16, 
UNIT 3 & 4 
STATION 
SVC CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 112 0

8683847 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15629182 BREAKER 
230CB26, 
ENKA LINE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 113 0

8683901 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15629236 BREAKER 
230CB23, 
CC PLANT 
BUS 4 TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 144 0

M-100 Sub 163 
PSDR2-2



8684723 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630058 BREAKER 
115CB1 
115KV CC 
PLANT 
WEST TIE 
LINE CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 178 0

8684724 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630059 BREAKER 
115CB7, 
CC PLANT 
EAST CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 119 0

8684728 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630063 BREAKER 
115CB18, 
SPAN BUS 
#6 CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

42761927 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 119 0

20401570 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41820035 BREAKER 
115CB5, 
CC BASIN 
BAY 5, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 204 0

M-100 Sub 163 
PSDR2-2



20456817 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

41970077 BREAKER 
115CB6, 
CC BASIN 
115KV BAY 
6, 115.000 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 193 0

8673441 301782,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618775 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
30,000.0 
KVAR

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 194 OFF

8673443 39606,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618777 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 310 OFF

8678314 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623649 BREAKER 
230CB28, 
PISGAH 
(BLACK) 
TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 95 0

M-100 Sub 163 
PSDR2-2



8678315 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623650 BREAKER 
230CB29, 
PISGAH 
FOREST 
BLACK, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 86 0

8678316 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623651 BREAKER 
230CB31, 
PISGAH 
(WHITE) 
TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 88 0

8678317 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15623652 BREAKER 
230CB25, 
BUS 3 
ENKA TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 98 0

8679203 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15624538 BREAKER 
230CB21 
ASHEVILLE 
CC PLANT 
230KV TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 160 0

M-100 Sub 163 
PSDR2-2



8680112 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625447 BREAKER 
115CB17, 
UNIT 4 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 336 0

8680113 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628024 BREAKER 
115CB6 
ENKA SW 
STA EAST 
115KV CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 111 0

8680116 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625451 BREAKER 
230CB32, 
PISGAH 
FOREST 
WHITE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 86 0

8680156 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625491 BREAKER 
115CB14, 
SWITCHYA
RD 115KV 
CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 138 0

M-100 Sub 163 
PSDR2-2



8680212 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625547 BREAKER 
230CB7, 
CC BASIN 
BAY 7, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 234 0

8680213 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15625548 BREAKER 
230CB8, 
CC BASIN 
BAY 8, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 188 0

8681113 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  145 
KV,  3000 
AMPS,  63 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626448 BREAKER 
115CB10, 
#1 
CAPACITO
R BANK 
CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 310 0

8681114 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626449 BREAKER 
115CB02, 
#2 
230/115KV 
BANK, 
115KV LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 215 0

M-100 Sub 163 
PSDR2-2



8681160 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626495 BREAKER 
115CB13 
BUS 7/5 
TIE, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 124 0

8682008 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627343 BREAKER 
115CB5 
115KV 
ENKA 
WEST LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 145 0

8682009 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627344 BREAKER 
230CB36, 
#1 230 
CAPACITO
R BANK 
CB, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 226 0

8682874 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628209 BREAKER 
115CB15, 
UNIT 3 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 342 0

M-100 Sub 163 
PSDR2-2



8682892 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628227 BREAKER 
115CB8, 
OTEEN 
EAST 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0

8682893 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628228 BREAKER 
115CB11, 
SOUTH TIE 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0

8682934 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628269 BREAKER 
115CB12 
115KV 
WEST BUS 
TIE CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 126 0

8683842 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629177 BREAKER 
115CB03, 
OTEEN 
115KV 
WEST LINE 
CB, 115.0 
KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 178 3

M-100 Sub 163 
PSDR2-2



8683843 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 145.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629178 BREAKER 
115CB9, 
HORSE 
SHOE DEC 
115KV CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 0 0

8683846 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629181 BREAKER 
115CB16, 
UNIT 3 & 4 
STATION 
SVC CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 112 0

8683847 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15629182 BREAKER 
230CB26, 
ENKA LINE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 113 0

8683901 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15629236 BREAKER 
230CB23, 
CC PLANT 
BUS 4 TIE, 
230.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 144 0

M-100 Sub 163 
PSDR2-2



8684723 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630058 BREAKER 
115CB1 
115KV CC 
PLANT 
WEST TIE 
LINE CB, 
115.0 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 178 0

8684724 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630059 BREAKER 
115CB7, 
CC PLANT 
EAST CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 119 0

8684728 BREAKER 
GAS, ABC 
PH, 115.0 
KV, 121.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630063 BREAKER 
115CB18, 
SPAN BUS 
#6 CB, 
115.000 KV

15540102 STATION 
ASHEVIL
LE S. E. 
PLANT, 
T0320, 
230.000 
KV

43130875 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 193 0

20843160 REGULATO
R 1PH, 
PHASE C, 
24.940 KV, 
14.4 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

15592468 REGULATO
R 24RG11, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

8656027 24RG19 
TRANSFER 
BUS 24KV 
A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592467 REGULATO
R 24RG19, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

M-100 Sub 163 
PSDR2-2



8656079 24RG11 
AVERY 
CREEK 
24KV B-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592468 REGULATO
R 24RG11, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R03

8656153 24RG13 
VISTA 
BOULEVAR
D 24KV C-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592402 REGULATO
R 24RG13, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R04

8656155 24RG12 
SCHENCK 
PARKWAY 
24KV C-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592453 REGULATO
R 24RG12, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

8656238 24RG11 
AVERY 
CREEK 
24KV A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592468 REGULATO
R 24RG11, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8656240 24RG19 
TRANSFER 
BUS 24KV 
B-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592467 REGULATO
R 24RG19, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

8656377 24RG13 
VISTA 
BOULEVAR
D 24KV B-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592402 REGULATO
R 24RG13, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R03

M-100 Sub 163 
PSDR2-2



8656626 24RG19 
TRANSFER 
BUS 24KV 
C-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592467 REGULATO
R 24RG19, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8657098 24RG13 
VISTA 
BOULEVAR
D 24KV A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592402 REGULATO
R 24RG13, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8657276 24RG12 
SCHENCK 
PARKWAY 
24KV A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592453 REGULATO
R 24RG12, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8657314 24RG12 
SCHENCK 
PARKWAY 
24KV B-
PHASE,REG
ULATOR 
1PH, 24.0 
KV, 432.0 
KVA

REGULATO
R

15592453 REGULATO
R 24RG12, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

8673444 37055,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618778 CAPACITO
R BANK 
24CA18, 
24KV 
CAPACITO
R BANK#1, 
23.0 KV, 
5,400.0 
KVAR

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 190 OFF

8677816 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623151 BREAKER 
24CB13 
VISTA 
BOULEVAR
D 24KV CB, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 392 0 0 0

M-100 Sub 163 
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8681474 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626809 BREAKER 
24CB18 #1 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 190 0 0 0

8681527 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626862 BREAKER 
24CB12 
SCHENCK 
PARKWAY 
24KV CB, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 292 0 0 0

8683344 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628679 BREAKER 
24CB11 
AVERY 
CREEK 
24KV CB, 
24.0 KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 385 0 0 0

8684234 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629569 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539697 STATION 
AVERY 
CREEK 
115KV, 
T0784, 
115.0 KV

42765617 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 251 0 0 0

20779985 LTC TYPE 
RESISTIVE-
REACTIVE, 
I

LTC 15593033 REGULATO
R BANK #1, 
23.0 KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

M-100 Sub 163 
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8655994 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 
KVA, 
2,667.0 
KVA

REGULATO
R

15593033 REGULATO
R BANK #1, 
23.0 KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8673445 39482,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618779 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 OFF

8673446 37950,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618780 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
3,000.0 
KVAR

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 OFF

8673447 37939,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618781 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
3,000.0 
KVAR

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 258 OFF

8677787 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623122 BREAKER 
BPN 3 
WATSON 
23KV CB, 
23.0 KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 148 0 85 70 77

8678514 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623849 BREAKER 
BPN 1 
HOOPERS 
CREEK 
23KV CB, 
23.0 KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 248 5 93 112 95

8678575 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623910 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 0 0 0 0

M-100 Sub 163 
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8679399 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624734 BREAKER 
BPN 2 
HOWARD 
GAP 23KV 
CB, 23.0 
KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 153 0 111 117 112

8680698 BREAKER,  
VAC,  ABC 
PH,  23 KV,  
34.5 KV,  
300 AMPS,  
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15626033 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 258 0 0 0

8684182 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629517 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539861 STATION 
BALDWI
N 115KV, 
T0350, 
115.000 
KV

42766037 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 62 0

8656067 JUPITER A-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592524 REGULATO
R BPN-2, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656287 BARNARDS
VILLE B-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592523 REGULATO
R BPN-1, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656288 JUPITER B-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592524 REGULATO
R BPN-2, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656289 JUPITER C-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592524 REGULATO
R BPN-2, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

M-100 Sub 163 
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8656482 BARNARDS
VILLE A-
PHASE, 
REGULATO
R 1PH, 
7.600 KV

REGULATO
R

15592523 REGULATO
R BPN-1, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656851 BARNARDS
VILLE C-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592523 REGULATO
R BPN-1, 
7.6 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8673448 35795,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618782 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
3,600.0 
KVAR

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2588 ON

8677694 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12,500.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15623029 BREAKER 
BPN 2 
JUPITER 
12KV CB, 
12.0 KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 371 0 0 0

8678772 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624107 BREAKER 
BPN 1 
BARNARDS
VILLE 12KV 
CB, 12.0 
KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 509 0 0 0

8679370 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624705 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540428 STATION 
BARNAR
DSVILLE 
115KV, 
T0362, 
115.0 KV

42766210 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2588 0 0 0 0

M-100 Sub 163 
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20571028 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, E, LTC 
+/-5%

LTC 15592675 REGULATO
R BANK #1, 
23.0 KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R10

8657364 115/23KV 
BANK 
TOTAL 
REG. 5%, 
REGULATO
R 3PH, 
23.000 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592675 REGULATO
R BANK #1, 
23.0 KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R10

8673449 37948,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618783 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
4,200.0 
KVAR

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 465 OFF

8680466 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625801 BREAKER 
BPN 3 
BEAVERDA
M 23KV 
CB, 23.0 
KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 751 0 0 0 0

8680546 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625881 BREAKER 
BPN 2 
PIEDMONT 
23KV CB, 
23.0 KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1099 0 0 0

8683183 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628518 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 465 0 0 0 0

8683582 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628917 BREAKER 
BPN 1 
MERRIMO
N AVE 
23KV CB, 
23.0 KV

15540429 STATION 
BEAVER
DAM 
115KV, 
T0371, 
115.0 KV

42765933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 195 0 0 0 0

M-100 Sub 163 
PSDR2-2



20173014 13RG24 
KENILWOR
TH B-
PHASE, 
REGULATO
R 1PH, 
PHASE B, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593044 REGULATO
R BANK 
13RG24 
KENILWOR
TH, UNITS - 
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

20575429 13RG21 
CARIBOU A-
PHASE, 
REGULATO
R 1PH, 
PHASE A, 
24.000 KV, 
432.0 KVA

REGULATO
R

15593042 REGULATO
R BANK 
13RG21 
CARIBOU 
RD, UNITS -
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R03

20575430 13RG21 
CARIBOU B-
PHASE, 
REGULATO
R 1PH, 
PHASE B, 
24.000 KV, 
432.0 KVA

REGULATO
R

15593042 REGULATO
R BANK 
13RG21 
CARIBOU 
RD, UNITS -
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R02

20575431 13RG21 
CARIBOU C-
PHASE, 
REGULATO
R 1PH, 
PHASE C, 
24.000 KV, 
432.0 KVA

REGULATO
R

15593042 REGULATO
R BANK 
13RG21 
CARIBOU 
RD, UNITS -
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R03

20698412 REGULATO
R 1PH, 
PHASE A, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593043 REGULATO
R BANK 
13RG22 
ASHEVILLE 
MALL, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

20698413 REGULATO
R 1PH, 
PHASE B, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593043 REGULATO
R BANK 
13RG22 
ASHEVILLE 
MALL, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

20698414 REGULATO
R 1PH, 
PHASE C, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593043 REGULATO
R BANK 
13RG22 
ASHEVILLE 
MALL, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

M-100 Sub 163 
PSDR2-2



20747722 REGULATO
R 1PH, 
PHASE A, 
416.0 KVA, 
466.0 KVA

REGULATO
R

15592560 REGULATO
R BANK 
13RG23 
WHITE 
PINE, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

20747723 REGULATO
R 1PH, 
PHASE B, 
416.0 KVA, 
466.0 KVA

REGULATO
R

15592560 REGULATO
R BANK 
13RG23 
WHITE 
PINE, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

20747724 REGULATO
R 1PH, 
PHASE C, 
416.0 KVA, 
466.0 KVA

REGULATO
R

15592560 REGULATO
R BANK 
13RG23 
WHITE 
PINE, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

20858849 LTC TYPE 
VACUUM, 
15.000 KV, 
E, 2,000.0 
AMPS

LTC 15592699 REGULATO
R BANK #1, 
12.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656333 RG1537, 
REGULATO
R 1PH, 
PHASE B, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593041 REGULATO
R BANK 
13RG29 
TRANSFER 
BREAKER, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656524 RG1535, 
REGULATO
R 1PH, 
PHASE C, 
7.620 KV, 
416.0 KV, 
416.0 KVA

REGULATO
R

15593041 REGULATO
R BANK 
13RG29 
TRANSFER 
BREAKER, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656918 RG1705, 
REGULATO
R 1PH, 
PHASE A, 
7.600 KV, 
432.0 KVA

REGULATO
R

15593041 REGULATO
R BANK 
13RG29 
TRANSFER 
BREAKER, 
UNITS - 3, 
7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

M-100 Sub 163 
PSDR2-2



8657272 13RG24 
KENILWOR
TH C-
PHASE,REG
ULATOR 
1PH, 7.6 
KV, 432.0 
KVA

REGULATO
R

15593044 REGULATO
R BANK 
13RG24 
KENILWOR
TH, UNITS - 
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8657387 12KV 
REGULATO
R, 
REGULATO
R 3PH, 
12.000 KV, 
1,250.0 KV, 
1,250.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592699 REGULATO
R BANK #1, 
12.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R10

8657429 13RG24 
KENILWOR
TH A-
PHASE, 
REGULATO
R 1PH, 
PHASE A, 
7.600 KV, 
432.0 KVA

REGULATO
R

15593044 REGULATO
R BANK 
13RG24 
KENILWOR
TH, UNITS - 
3, 7.620 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04

8673450 3976349,C
APACITOR 
BANK 12.0 
KV

CAPACITO
R

15618784 CAPACITO
R BANK 
115KV #2 
CAP BANK, 
12.0 KV, 
3,600.0 
KVAR

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 101 OFF

8673451 37355,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618785 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 4,200.0 
KVAR

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 382 OFF

8678304 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623639 BREAKER 
BPN23 
WHITE 
PINE 13KV 
CB, 25.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 183 63 64 74

M-100 Sub 163 
PSDR2-2



8679193 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624528 BREAKER 
BPN24 
KENILWOR
TH 13KV 
CB, 25.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 213 132 133 153

8679194 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624529 BREAKER 
BPN29 
TRANSFER 
CB, 25.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 240 0 0 0

8679320 BREAKER 
GAS, ABC 
PH, 12.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25,000.0 
KA, 5.0 
CYCLES

CIRCUIT 
BREAKER

15624655 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 382 0 0 0

8679479 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624814 BREAKER 
BPN 3 
REED 
STREET 
12KV CB, 
12.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 735 0 165 177 178

8679865 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625200 BREAKER 
BPN 2 
DOCTORS 
DRIVE 
12KV CB, 
12.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 622 0 270 271 259

8680107 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625442 BREAKER 
BPN21 
CARIBOU 
13KV CB, 
25.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 236 134 137 131

M-100 Sub 163 
PSDR2-2



8681462 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626797 BREAKER 
BPN 6 
GLENDALE 
AVE 12KV 
CB, 12.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 765 0 83 90 87

8682890 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628225 BREAKER 
BPN22 
ASHEVILLE 
MALL 12KV 
CB, 25.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 221 114 117 118

8684112 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629447 BREAKER 
BPN 4 
LONDON 
ROAD 
12KV CB, 
12.0 KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 625 6 118 117 118

8684682 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630017 BREAKER 
#2 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540430 STATION 
BILTMOR
E 115KV, 
T0372, 
115.0 KV

42766194 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 101 0 0 0

20779984 LTC TYPE 
RESISTIVE-
REACTIVE, 
I

LTC 15592646 REGULATO
R BANK #1, 
12.0 KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R13

8656019 12KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
12.000 KV, 
2,000.0 
KVA

REGULATO
R

15592646 REGULATO
R BANK #1, 
12.0 KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R13

M-100 Sub 163 
PSDR2-2



8673452 38979,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618786 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
3,000.0 
KVAR

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1742 ON

8677578 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622913 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1742 0 132 133 132

8679969 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625304 BREAKER 
BPN 3 
RIDGECRES
T 12KV CB, 
12.0 KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 512 92 138 128

8684104 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629439 BREAKER 
BPN 1 
MCCOY 
12KV CB, 
12.0 KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 481 198 176 172

8684133 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629468 BREAKER 
BPN 2 
BLACK 
MOUNTAI
N 12KV CB, 
12.0 KV

15540608 STATION 
BLACK 
MOUNT
AIN 
115KV, 
T0375, 
115.0 KV

42765663 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 466 156 144 157

20713869 LTC TYPE 
VACUUM, 
23.000 KV, 
E, LTC +/-
10%

LTC 15592611 REGULATO
R BANK #1, 
23.0 KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R06

M-100 Sub 163 
PSDR2-2



8656589 24RG10 
115/24KV 
BANK 
TOTAL 
REGULATO
R 
5%,REGUL
ATOR 3PH, 
23.0 KV, 
2,500.0 KV, 
2,500.0 
KVA, 
2,500.0 
KVA

REGULATO
R

15592611 REGULATO
R BANK #1, 
23.0 KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R06

8673526 36933,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618860 CAPACITO
R BANK 
4CA18 # 1 
24KV 
CAPACITO
R BANK, 
23.0 KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 132 OFF

8681379 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15626714 BREAKER 
24CB12 
CASE COVE 
24KV CB, 
24.0 KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 439 76 90 78

8683078 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628413 BREAKER 
24CB18 #1 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 132 0 0 0

8683155 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628490 BREAKER 
24CB11 
CANDLER 
24KV CB, 
24.0 KV

15540231 STATION 
CANDLE
R 115KV, 
T0390, 
115.0 KV

42765302 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 606 94 100 98

M-100 Sub 163 
PSDR2-2



20494764 BREAKER,  
GAS,  ABC 
PH,  69 KV,  
72.5 KV,  3 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42056573 BREAKER 
26CB1, H5 
& 7 SVC, 
26.000 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 181 0

20494765 BREAKER,  
GAS,  ABC 
PH,  69 KV,  
72.5 KV,  3 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

42056621 BREAKER 
26CB2, 
HF11 SVC, 
26.000 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 155 0

8673527 301787,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618861 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 736 OFF

8673528 39848,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618862 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK 
(NON 
PCB), 
115.0 KV, 
18,000.0 
KVAR

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 279 OFF

8677744 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15623079 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 279 0

8678812 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624147 BREAKER 
CRAGGY 
115KV CB, 
115.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 222 0

8679678 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625013 BREAKER 
#1 
230/115KV 
BANK CB, 
115.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 291 0

M-100 Sub 163 
PSDR2-2



8679924 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625259 BREAKER 
NAGEL 
230KV CB, 
230.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 247 0

8680912 BREAKER 
OIL, ABC 
PH, 115.0 
KV, 121.0 
KV, 1,200.0 
AMPS, 
5,000.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626247 BREAKER 
MARSHALL 
PLANT 
115KV CB, 
115.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 674 0

8681171 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15626506 BREAKER 
230CB39, 
CRAGGY 
230KV CB, 
230.000 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 230 0

8682048 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  245 
KV,  3000 
AMPS,  63 
KA,  2 
CYCLES

CIRCUIT 
BREAKER

15627383 BREAKER 
230CB38, 
CRAGGY-
SVC 230KV 
SPAN BUS 
CB, 
230.000 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 203 2

8683275 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15628610 BREAKER 
#2 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 736 0

8683467 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15628802 BREAKER 
BURNSVILL
E 115KV 
LINE CB, 
115.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 176 1

8683669 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629004 BREAKER 
CRAGGY 
230KV CB, 
230.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 230 0

M-100 Sub 163 
PSDR2-2



8684439 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629774 BREAKER 
SPRUCE 
PINE 
115KV CB, 
115.0 KV

15540876 STATION 
CANE 
RIVER 
230KV, 
T0394, 
230.0 KV

42765702 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 165 0

20575367 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  20 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15628419 BREAKER 
24CB21, 
CANTON 
CITY 23KV 
CB, 23.000 
KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 151 143 142 137

20575375 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27 KV,  
1200 
AMPS,  20 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15623480 BREAKER 
24CB22, 
CLYDE 
23KV CB, 
23.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 157 81 77 74

20594819 BREAKER,  
GAS,  
Unknown 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627158 BREAKER 
115CB6, 
ENKA 
115KV CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 196 0

20644171 BREAKER 
GAS, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628053 BREAKER 
115CB2, #2 
115/24 KV 
BANK CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 129 0

20644172 BREAKER 
GAS, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629798 BREAKER 
115CB10, 
HAZELWO
OD 115KV 
CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 212 0

20647006 BREAKER 
GAS, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625252 BREAKER 
115CB1, #1 
115/24 KV 
BANK CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 170 0

M-100 Sub 163 
PSDR2-2



20660250 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623453 BREAKER 
115CB4, 
PISGAH 
FOREST 
(DUKE) 
115KV CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 178 1

20702399 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627159 BREAKER 
115CB3, 
WALTERS 
BLACK 
115KV CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 204 2

8673529 314920,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618863 CAPACITO
R BANK #3 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2637 OFF

8673530 38046,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618864 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1124 OFF

8677505 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622840 BREAKER 
24CB12, 
DUTCH 
COVE, 
23KB CB, 
23.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 462 52 49 42

8678182 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15623517 BREAKER 
115CB7, #3 
115KV 
CAPACITO
R  BANK 
CIRCUIT 
BREAKER, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2637 5

M-100 Sub 163 
PSDR2-2



8678282 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623617 BREAKER 
115CB11, 
CRAGGY 
115KV 
LINE, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 239 0

8680081 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625416 BREAKER 
24CB13, 
PIGEON 
ROAD, 
23KV CB, 
25.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 195 34 34 42

8680173 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625508 BREAKER 
115CB9, #1 
115KV 
CAPACITO
R BANK CB 
W/ ZERO V 
CL, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1124 21

8680634 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625969 BREAKER 
115CB5, 
WALTERS 
WHITE 
115KV CB, 
115.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 303 1

8682099 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627434 BREAKER 
24CB23,  
PENLAND 
STREET 
23KV CB, 
23.000 KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 561 66 70 69

8768051 LTC TYPE 
VACUUM, 
115.000 
KV, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15591891 TRANSFOR
MER BANK 
#1, 115.0 
KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

M-100 Sub 163 
PSDR2-2



8768444 LTC TYPE 
VACUUM, 
115.000 
KV, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15591791 TRANSFOR
MER BANK 
#2, 115.0 
KV

15539864 STATION 
CANTON 
115KV, 
T0400, 
115.000 
KV

42766199 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R05

8679442 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624777 BREAKER 
#1 23KV 
TIE CB, 
23.0 KV

15540431 STATION 
CANTON 
BLUE 
RIDGE 
PAPER 
115KV, 
T0430, 
115.0 KV

42765913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 170 0 897 930 881

8681187 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 2,000.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626522 BREAKER 
13CB11, #1 
13KV TIE, 
25.000 KV

15540431 STATION 
CANTON 
BLUE 
RIDGE 
PAPER 
115KV, 
T0430, 
115.0 KV

42765913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 170 897 930 881

8681188 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

15626523 BREAKER 
13CB21, #2 
13KV TIE, 
25.000 KV

15540431 STATION 
CANTON 
BLUE 
RIDGE 
PAPER 
115KV, 
T0430, 
115.0 KV

42765913 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 117 700 712 683

8681030 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626365 BREAKER 
13CB11, 
24.000 KV

15539985 STATION 
CANTON 
EVERGRE
EN 
SPARE 
TRANSF
ORMER 
115KV, 
T6747

42761819 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 164 0 0 0

8673533 38328,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618867 CAPACITO
R BANK 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 414 OFF

M-100 Sub 163 
PSDR2-2



8673534 323419,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618868 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1525 OFF

8677649 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15622984 BREAKER 
#2 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1525 0

8677953 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623288 BREAKER 
ENKA 
SWITCHIN
G STATION 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 255 1

8678797 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624132 BREAKER 
#1 
230/115KV 
BANK CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 443 2

8678847 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624182 BREAKER 
CANE 
RIVER 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 100 0

8679732 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625067 BREAKER 
VANDERBI
LT 115KV 
CB, 115.0 
KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 264 0

8679733 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625068 BREAKER 
MARSHALL 
PLANT 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 364 0

M-100 Sub 163 
PSDR2-2



8679734 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625069 BREAKER 
WEST 
ASHEVILLE 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 198 0

8681613 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626948 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 526 0

8681666 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627001 BREAKER 
EAST-
WEST BUS 
TIE 115KV 
CB, 115.0 
KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 275 1

8683502 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628837 BREAKER 
CANTON 
115KV CB, 
115.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 203 1

8684548 BREAKER,  
GAS,  ABC 
PH,  230 
KV,  242 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629883 BREAKER 
CANE 
RIVER 
230KV CB, 
230.0 KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 94 0

8684587 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629922 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539757 STATION 
CRAGGY 
230KV, 
T0511, 
230.0 KV

42765649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 414 79

20779945 LTC TYPE 
RESISTIVE-
REACTIVE, 
E

LTC 15592595 REGULATO
R BANK #1, 
23.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

M-100 Sub 163 
PSDR2-2



8656087 24RG29 
TRANSFER 
BUS 24KV 
C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592548 REGULATO
R 24RG29, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R09

8656159 115/23KV 
BANK 
TOTAL 
REGULATO
R 5%, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 
2,000.0 
KVA

REGULATO
R

15592595 REGULATO
R BANK #1, 
23.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656312 24RG22 
RIVERSIDE 
24KV A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592981 REGULATO
R 24RG22, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656313 24RG29 
TRANSFER 
BUS 24KV 
A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592548 REGULATO
R 24RG29, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656497 24RG21 
DIVISION 
ST 24KV A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592980 REGULATO
R 24RG21, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656681 24RG21 
DIVISION 
ST 24KV C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592980 REGULATO
R 24RG21, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

M-100 Sub 163 
PSDR2-2



8656865 24RG22 
RIVERSIDE 
24KV C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592981 REGULATO
R 24RG22, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8657032 24RG22 
RIVERSIDE 
24KV B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592981 REGULATO
R 24RG22, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8657036 24RG21 
DIVISION 
ST 24KV B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592980 REGULATO
R 24RG21, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8657375 24RG29 
TRANSFER 
BUS 24KV 
B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592548 REGULATO
R 24RG29, 
14.4 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8673535 38444,CAP
ACITOR 
BANK 24.0 
KV

CAPACITO
R

15618869 CAPACITO
R BANK 
24CA18 
BANK NO. 
1 
CAPACITO
R BANK, 
24.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 186 OFF

8678465 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623800 BREAKER 
24CB18 #1 
CAPACITO
R BANK 
CB, 23.0 
KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 186 0 0 0

8678540 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15623875 BREAKER 
24CB13  
LAKESHOR
E 24KV CB, 
24.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 406 0 0 0

M-100 Sub 163 
PSDR2-2



8680159 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625494 BREAKER 
24CB12 
LOOKOUT 
ROAD 
24KV CB, 
25.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 195 0 0 0

8681011 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626346 BREAKER 
24CB21 
DIVISION 
ST. 24KV 
CB, 25.0 
KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 194 0 0 0

8682243 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627578 BREAKER 
24CB11 
CRAGGY 
24KV CB, 
24.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 431 0 0 0

8682783 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628118 BREAKER 
24CB22 
RIVERSIDE 
24KV CB, 
25.0 KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 232 0 0 0

8682806 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628141 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539862 STATION 
ELK 
MOUNT
AIN 
115KV, 
T0510, 
115.0 KV

42765681 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 184 0 0 0

M-100 Sub 163 
PSDR2-2



8656671 12KV BANK 
TOTAL 
REGULATO
R 5%, 
REGULATO
R 3PH, 
12.000 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592674 REGULATO
R BANK #1, 
12.0 KV

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R06

8673536 37936,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618870 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 5,400.0 
KVAR

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 383 ON

8677945 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15623280 BREAKER 
BPN 2 
LOUISIANA 
AVENUE 
12KV CB, 
12.0 KV

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1612 0 0 0 0

8681591 BREAKER 
OIL, ABC 
PH, 12.000 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA

CIRCUIT 
BREAKER

15626926 BREAKER 
BPN 1 
HAZEL 
MILL ROAD 
12KV CB, 
12.0 KV

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1631 0 0 0 0

8683033 BREAKER 
GAS, ABC 
PH, 12.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20,000.0 
KA, 5.0 
CYCLES

CIRCUIT 
BREAKER

15628368 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 383 0 0 0

8683537 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628872 BREAKER 
BPN 3 
BINGHAM 
ROAD 
12KV CB, 
12.0 KV

15540808 STATION 
EMMA 
115KV, 
T0515, 
115.0 KV

42765751 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 587 1 0 0 0

M-100 Sub 163 
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8678097 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623432 BREAKER 
CB5, WEST 
ASHEVILLE 
115KV CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 542 0

8678108 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623443 BREAKER 
CB7, 
CRAGGY 
115KV CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 611 0

8678109 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623444 BREAKER 
CB3,  
ASHEVILLE 
PLANT 
115KV 
EAST CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 529 0

8679221 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  115 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624556 BREAKER 
CB9, 
115KV #1 
CAPACITO
R BANK, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

8679892 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625227 BREAKER 
CB8, 
CANTON 
115KV CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 196 0

8681050 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626385 BREAKER 
CB4, 
ASHEVILLE 
PLANT 
WEST 
115KV CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 210 0

8681641 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626976 BREAKER 
CB6, 
115KV BUS 
TIE CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 209 0

M-100 Sub 163 
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8684372 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629707 BREAKER 
CB1, #1 
115KV 
BANK CB, 
115.0 KV

15540500 STATION 
ENKA 
230KV, 
T0528, 
230.000 
KV

42765901 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 266 0

8679439 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 15.5 
KV, 2,000.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624774 BREAKER 
#2 BANK 
4.16KV CB, 
15.5 KV

15540609 STATION 
ENKA 
BASF 
115KV, 
T0530, 
115.0 KV

42766021 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 23 0 0 0

8678679 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 2,000.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624014 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540692 STATION 
ENKA 
SARDIS 
ROAD 
115KV, 
T0529, 
115.000 
KV

42765459 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 185 0 0 0

8680407 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625742 BREAKER 
24CB13 
COMMERC
E PARK 
24KV CB, 
24.0 KV

15540692 STATION 
ENKA 
SARDIS 
ROAD 
115KV, 
T0529, 
115.000 
KV

42765459 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 442 193 195 196

8673538 36512,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618872 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
3,000.0 
KVAR

15540447 STATION 
ENKA 
SOUTHE
ASTERN 
CONTAI
NER 
115KV, 
T0800, 
115.0 KV

42765789 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2196 OFF

8680303 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 23.0 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625638 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540447 STATION 
ENKA 
SOUTHE
ASTERN 
CONTAI
NER 
115KV, 
T0800, 
115.0 KV

42765789 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2196 0 0 0 0

M-100 Sub 163 
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20779946 LTC TYPE 
RESISTIVE-
REACTIVE, 
E

LTC 15592986 REGULATO
R BANK #1, 
0.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R08

8656596 115/12KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
12.000 KV, 
1,000.0 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592986 REGULATO
R BANK #1, 
0.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R08

8673539 37933,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618873 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 3,600.0 
KVAR

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 OFF

8678854 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15624189 BREAKER 
BPN 1 
CHURCH 
ROAD 
12KV CB, 
12.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1403 0 72 79 86

8679941 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625276 BREAKER 
BPN 2 
FAIRVIEW 
12KV CB, 
12.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1597 2 119 99 121

8680699 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626034 BREAKER 
BPN 3 OLD 
FORT 
ROAD 
12KV CB, 
12.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2110 2 61 56 68

M-100 Sub 163 
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8682237 BREAKER, 
OIL, ABC 
PH, 12 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627572 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0 0 0 0

8683951 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 25.0 
KV, 
12,500.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629286 BREAKER 
BPN 4 
GARREN 
CREEK 
12KV CB, 
12.0 KV

15540432 STATION 
FAIRVIE
W 
115KV, 
T0535, 
115.0 KV

42765937 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 660 69 69 77

8656122 24RG07 
EDERLEE 
DRIVE FD, 
REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

15593019 REGULATO
R 24RG12, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656123 24RG19 
TRANSFER 
BUS 24KV 
A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592755 REGULATO
R 24RG19, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656124 24RG22 
BALSAM 
24KV A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592756 REGULATO
R 24RG22, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

8656346 24RG11 
DELLWOO
D C-PH, 
REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592755 REGULATO
R 24RG19, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656347 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592755 REGULATO
R 24RG19, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

M-100 Sub 163 
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8656534 24RG21 
GEORGIA 
AVE. 24KV 
C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592583 REGULATO
R 24RG21, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R05

8656535 24RG21 
MIDDLEM
ONT, 
REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592756 REGULATO
R 24RG22, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

8656718 24RG12 
EAGLES 
NEST 24KV 
B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15593019 REGULATO
R 24RG12, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656719 REGULATO
R 1PH, 
PHASE A, 
24.940 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

15593021 REGULATO
R 24RG11, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R07

8656720 24RG21 
GEORGIA 
AVE. 24KV 
B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592583 REGULATO
R 24RG21, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04

8657072 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

15593021 REGULATO
R 24RG11, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

8657073 24RG21 
GEORGIA 
AVE. 24KV 
A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592583 REGULATO
R 24RG21, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04
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8657262 24RG22 
MIDDLEM
ONT, 
REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592756 REGULATO
R 24RG22, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8657395 REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

15593019 REGULATO
R 24RG12, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8657411 24RG11 
HAZELWO
OD 24KV C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15593021 REGULATO
R 24RG11, 
14.4 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

8673542 3771957,C
APACITOR 
BANK 
115.0 KV

CAPACITO
R

15618876 CAPACITO
R BANK 
115CA10, 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4565 ON

8673543 38958,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618877 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
4,200.0 
KVAR

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 OFF

8678340 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623675 BREAKER 
24CB22 
BALSAM 
24KV CB, 
25.0 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 193 74 85 56

8679989 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625324 BREAKER 
115CB1, 
115KV 
CAPACITO
R CB, 115.0 
KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4565 0

M-100 Sub 163 
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8680067 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625402 BREAKER 
24CB14, 
EAGLES 
NEST 24KV 
CB, 25.0 
KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 196 49 50 60

8680160 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625495 BREAKER 
24CB21 
GEORGIA 
AVE. 24KV 
CB, 25.0 
KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 164 55 50 51

8682913 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628248 BREAKER 
24CB11 
HAZELWO
OD 24KV 
CB, 25.0 
KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 192 151 116 136

8683838 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629173 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 150 0 0 0

8683852 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629187 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
25.0 KV

15540232 STATION 
HAZELW
OOD 
115KV, 
T0611, 
115.0 KV

42765437 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0 0 0

M-100 Sub 163 
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8656342 24RG12 
HWY 209 B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592784 REGULATO
R 24RG12, 
14.4 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R06

8656460 24RG11 
LAKE 
JUNALUSK
A B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592475 REGULATO
R 24RG11, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R08

8656643 24RG13 
JONES 
COVE A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592487 REGULATO
R 24RG13, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R07

8656823 24RG11 
LAKE 
JUNALUSK
A C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592475 REGULATO
R 24RG11, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R05

8656824 24RG19 
TRANSFER 
BUS C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592488 REGULATO
R 24RG19, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R08

8656999 24RG11 
LAKE 
JUNALUSK
A A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592475 REGULATO
R 24RG11, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06

8657007 24RG19 
TRANSFER 
BUS B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592488 REGULATO
R 24RG19, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R04 R06

M-100 Sub 163 
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8657008 24RG19 
TRANSFER 
BUS A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592488 REGULATO
R 24RG19, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R07

8657066 24RG12 
HWY 209 A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592784 REGULATO
R 24RG12, 
14.4 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

8657187 24RG13 
JONES 
COVE C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592487 REGULATO
R 24RG13, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8657257 24RG12 
HWY 209 C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592784 REGULATO
R 24RG12, 
14.4 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R06

8657339 24RG13 
JONES 
COVE B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592487 REGULATO
R 24RG13, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06

8673546 38441,CAP
ACITOR 
BANK 24.0 
KV

CAPACITO
R

15618880 CAPACITO
R BANK 
24CA18 
NO. 1 24KV 
CAPACITO
R BANK, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 198 OFF

M-100 Sub 163 
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8677878 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623213 BREAKER 
24CB21 
BLUE 
RIDGE 
PAPER 
24KV CB, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 195 103 108 102

8678763 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624098 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 196 148 153 152

8679639 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624974 BREAKER 
24CB12 
HWY. 209 
24KV CB, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 778 0 0 0

8679640 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624975 BREAKER 
24CB13 
JONES 
COVE 24KV 
CB, 24.0 
KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 375 80 82 84

8682159 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627494 BREAKER 
24CB18 
NO. 1 
CAPACITO
R BANK 
CB, 24.0 
KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 198 73 74 74
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8682460 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627795 BREAKER 
24CB11 
LAKE 
JUNALUSK
A 24KV CB, 
24.0 KV

15539683 STATION 
LAKE 
JUNALUS
KA 
115KV, 
T0651, 
115.0 KV

42765283 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 677 123 119 145

8656051 24RG21 
LEICESTER 
24KV A-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592506 REGULATO
R 24RG21, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R03 L02

8656471 24RG11 
JENKINS 
VALLEY 
24KV C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592792 REGULATO
R 24RG11, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

8656472 24RG21 
LEICESTER 
24KV C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592506 REGULATO
R 24RG21, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R03 L03

8656496 24RG22 
ERWIN 
24KV C-
PHASE, 
REGULATO
R 1PH, 
14.400 KV

REGULATO
R

15592794 REGULATO
R 24RG22, 
14.4 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8656836 24RG12 
MT. 
CARMEL 
24KV A-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592793 REGULATO
R 24RG12, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

8656867 24RG22 
ERWIN 
24KV B-
PHASE, 
REGULATO
R 1PH, 
14.400 KV

REGULATO
R

15592794 REGULATO
R 24RG22, 
14.4 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R02
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8657019 24RG11 
JENKINS 
VALLEY 
24KV A-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592792 REGULATO
R 24RG11, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

8657020 24RG11 
JENKINS 
VALLEY 
24KV B-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592792 REGULATO
R 24RG11, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8657035 24RG22 
ERWIN 
24KV A-
PHASE, 
REGULATO
R 1PH, 
14.400 KV

REGULATO
R

15592794 REGULATO
R 24RG22, 
14.4 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

8657196 24RG12 
MT. 
CARMEL 
24KV B-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592793 REGULATO
R 24RG12, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8657197 24RG12 
MT. 
CARMEL 
24KV C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592793 REGULATO
R 24RG12, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R07

8657351 24RG21 
LEICESTER 
24KV B-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592506 REGULATO
R 24RG21, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R03 L03

8673549 36517,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618883 CAPACITO
R BANK 
24CA18 
24KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 657 OFF
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8678420 BREAKER 
GAS, ABC 
PH, 24.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 5.0 
CYCLES

CIRCUIT 
BREAKER

15623755 BREAKER 
24CB18 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 657 0 0 0

8679605 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624940 BREAKER 
24CB11 
JENKINS 
VALLEY 
24KV CB, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 599 71 62 66

8680420 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625755 BREAKER 
24CB12 
MT. 
CARMEL 
24KV CB, 
23.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 670 0 78 83 81

8681553 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626888 BREAKER 
24CB21 
LEICESTER 
24KV CB, 
23.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1259 15 18 10

8683756 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629091 BREAKER 
24CB22 
ERWIN 
24KV CB, 
24.0 KV

15540433 STATION 
LEICESTE
R 115KV, 
T0665, 
115.0 KV

42765907 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 179 97 69 84

8655993 24RG19 
TRANSFER 
C-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592802 REGULATO
R 24RG19, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021
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8656201 24RG19 
TRANSFER 
B-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592802 REGULATO
R 24RG19, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656591 24RG11 
DELLWOO
D B-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592801 REGULATO
R 24RG11, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

8656783 24RG12 
MAGGIE B-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592440 REGULATO
R 24RG12, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06

8656784 24RG19 
TRANSFER 
A-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592802 REGULATO
R 24RG19, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8656951 24RG11 
DELLWOO
D C-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592801 REGULATO
R 24RG11, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

8657142 24RG11 
DELLWOO
D A-PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592801 REGULATO
R 24RG11, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R04

8657143 24RG12 
MAGGIE C-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592440 REGULATO
R 24RG12, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06
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8657307 24RG12 
MAGGIE A-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592440 REGULATO
R 24RG12, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R06

8678454 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623789 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
24.0 KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 149 0 0 0

8681270 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626605 BREAKER 
24CB11 
DELLWOO
D CB, 24.0 
KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 235 52 51 51

8683064 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628399 BREAKER 
24CB12 
MAGGIE 
CB, 24.0 
KV

15540896 STATION 
MAGGIE 
VALLEY 
115KV, 
T0668, 
115.0 KV

42766374 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 294 92 124 110

8677472 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622807 BREAKER 
BPN 10 
4.16/23KV 
STEP-UP 
BANK CB, 
23.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

42761840 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 301 0 0 0
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8679677 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625012 BREAKER 
CANE 
RIVER 
115KV CB, 
115.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

42761840 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 581 0

8680649 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625984 BREAKER 
CRAGGY 
115KV CB, 
115.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

42761840 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 362 0

8684584 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629919 BREAKER 
BPN 1 HOT 
SPRINGS 
23KV CB, 
23.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

42761840 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1248 0 0 0

8677472 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622807 BREAKER 
BPN 10 
4.16/23KV 
STEP-UP 
BANK CB, 
23.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

43130877 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1248 33 28 36
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8679677 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625012 BREAKER 
CANE 
RIVER 
115KV CB, 
115.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

43130877 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 581 0

8680649 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15625984 BREAKER 
CRAGGY 
115KV CB, 
115.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

43130877 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 362 362

8684584 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629919 BREAKER 
BPN 1 HOT 
SPRINGS 
23KV CB, 
23.0 KV

15540239 STATION 
MARSHA
LL H E 
PLANT, 
T0670, 
115.000 
KV

43130877 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1248 33 28 36

20433448 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27 KV,  
AMPS,  KA, 
3 CYCLES

CIRCUIT 
BREAKER

15628962 BREAKER 
BPN 1 
MICAVILLE 
12KV CB, 
12.000 KV

15541021 STATION 
MICAVIL
LE 
115KV, 
T0720, 
115.0 KV

42765672 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 174 0 0 0

8656370 REGULATO
R 1PH, 
PHASE B, 
7.600 KV, 
432.0 KVA

REGULATO
R

15592640 REGULATO
R BANK 
BANK #1, 
UNITS - 3, 
12.000 KV

15541021 STATION 
MICAVIL
LE 
115KV, 
T0720, 
115.0 KV

42765672 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R03

8656560 REGULATO
R 1PH, 
PHASE A, 
7.600 KV, 
432.0 KVA

REGULATO
R

15592640 REGULATO
R BANK 
BANK #1, 
UNITS - 3, 
12.000 KV

15541021 STATION 
MICAVIL
LE 
115KV, 
T0720, 
115.0 KV

42765672 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R05
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8656917 REGULATO
R 1PH, 
PHASE C, 
7.600 KV, 
432.0 KVA

REGULATO
R

15592640 REGULATO
R BANK 
BANK #1, 
UNITS - 3, 
12.000 KV

15541021 STATION 
MICAVIL
LE 
115KV, 
T0720, 
115.0 KV

42765672 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R03

8656023 24RG12 
MONTE 
VISTA B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592813 REGULATO
R 24RG12, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656034 24RG23 
PISGAH 
VIEW A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592815 REGULATO
R 24RG23, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

8656249 24RG21 
MIDDLEM
ONT B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592463 REGULATO
R 24RG21, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8656250 24RG23 
PISGAH 
VIEW C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592815 REGULATO
R 24RG23, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R05

8656442 24RG11 
ENKA C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592812 REGULATO
R 24RG11, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R03

8656620 24RG22 
SAND HILL. 
A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592814 REGULATO
R 24RG22, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04
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8656621 24RG21 
MIDDLEM
ONT A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592463 REGULATO
R 24RG21, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656622 24RG11 
ENKA A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592812 REGULATO
R 24RG11, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R06

8656623 24RG21C 
MIDDLEM
ONT C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592463 REGULATO
R 24RG21, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04

8656816 24RG12 
MONTE 
VISTA C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592813 REGULATO
R 24RG12, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656987 24RG22 
SAND HILL 
B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592814 REGULATO
R 24RG22, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8657160 24RG23 
PISGAH 
VIEW B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592815 REGULATO
R 24RG23, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03

8657161 24RG11 
ENKA B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592812 REGULATO
R 24RG11, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R03
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8657173 24RG22 
SAND HILL 
C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592814 REGULATO
R 24RG22, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R04

8657326 24RG12 
MONTE 
VISTA A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592813 REGULATO
R 24RG12, 
24.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8673555 37949,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618889 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
7,200.0 
KVAR

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 406 OFF

8673556 3789736,C
APACITOR 
BANK 23.0 
KV

CAPACITO
R

15618890 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
4,200.0 
KVAR

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 219 OFF

8677601 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622936 BREAKER 
24CB23 
PISGAH 
VIEW CB, 
23.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 603 0 0 0

8677602 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622937 BREAKER 
24CB11 
ENKA 24KV 
CB, 23.0 
KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 656 0 0 0
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8679358 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624693 BREAKER 
24CB18 
CAPACITO
R BANK 
CB, 24.0 
KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 219 0 0 0

8680291 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625626 BREAKER 
24CB28 
CAPACITO
R BANK 
CB, 24.0 
KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 406 0 0 0

8682218 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627553 BREAKER 
24CB21 
MIDDLEM
ONT CB, 
23.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 536 0 0 0

8683129 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628464 BREAKER 
24CB22 
SAND HILL 
CB, 23.0 
KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 485 0 0 0

8683130 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628465 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
23.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 392 0 0 0
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8684045 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629380 BREAKER 
24CB12 
MONTE 
VISTA CB, 
23.0 KV

15540819 STATION 
MONTE 
VISTA 
115KV, 
T0700, 
115.0 KV

42765887 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 603 0 0 0

8656788 12KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
13.000 KV, 
2,000.0 
KVA, 
2,800.0 
KVA

REGULATO
R

15592933 REGULATO
R BANK #1, 
0.0 KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R09

8673557 37223,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618891 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 3,600.0 
KVAR

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2591 OFF

8677501 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622836 BREAKER 
BPN 4 
BEETREE 
12KV CB, 
12.0 KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 292 112 111 106

8678837 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624172 BREAKER 
BPN 3 
RICEVILLE 
ROAD 
12KV CB, 
12.0 KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1427 1 149 145 178

8680357 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625692 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2591 0 0 0 0
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8681538 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626873 BREAKER 
BPN 1 
NEW 
SALEM 
12KV CB, 
12.0 KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 392 157 186 187

8681589 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626924 BREAKER 
BPN 2 
OWEN 
12KV CB, 
12.0 KV

15540446 STATION 
NEW 
SALEM 
115KV, 
T0733, 
115.0 KV

42766080 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 145 54 68 65

8656598 115/12KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
12.000 KV, 
2,260.0 
KVA, 
2,500.0 
KVA

REGULATO
R

15592626 REGULATO
R BANK #1, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R08

8673558 37806,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618892 CAPACITO
R BANK #2 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 313 OFF

8673559 37805,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618893 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 5,400.0 
KVAR

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 823 OFF

8677990 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623325 BREAKER 
BPN 2 
CHARLOTT
E HWY. 
12KV CB, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3017 0 72 90 104
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8678170 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623505 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 823 0 0 0 0

8678276 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623611 BREAKER 
BPN 4, 
GOVERNO
RS VIEW 
12KV CB, 
25.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 154 0 0 0

8678828 BREAKER 
OIL, ABC 
PH, 115.0 
KV, 145.0 
KV, 2,000.0 
AMPS, 
12,550.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15624163 BREAKER 
WEST 
ASHEVILLE 
115KV CB, 
115.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 59 0

8679796 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 400.0 
AMPS

CIRCUIT 
BREAKER

15625131 BREAKER 
#2 12KV 
CAPACITO
R BANK 
SWITCH, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 313 0 0 0 0

8680759 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626094 BREAKER 
BPN 1 
AZALEA 
12KV CB, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3314 0 125 132 100

8681308 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626643 BREAKER 
BPN 7 
OAKLEY 
12KV CB, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1988 2 300 328 265

8681663 BREAKER 
OIL, ABC 
PH, 115.0 
KV, 145.0 
KV, 2,000.0 
AMPS, 
12,550.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15626998 BREAKER 
ASHEVILLE 
S.E. PLANT 
EAST 
115KV CB, 
115.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0
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8682859 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628194 BREAKER 
BPN 6, 
TUNNEL 
ROAD 
12KV CB, 
25.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 181 101 108 91

8683438 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628773 BREAKER 
BPN 5 
BEVERLY 
ROAD 
12KV CB, 
12.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2752 10 7 18 19

8683481 BREAKER 
OIL, ABC 
PH, 115.0 
KV, 145.0 
KV, 2,000.0 
AMPS, 
12,550.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15628816 BREAKER 
ASHEVILLE 
S.E. PLANT 
WEST 
115KV CB, 
115.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 117 0

8684686 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630021 BREAKER 
BPN 3, 
OTEEN 
12KV CB, 
25.0 KV

15540045 STATION 
OTEEN 
115KV, 
T0750, 
115.000 
KV

42765595 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 186 326 320 347

8656052 13RG13 
AVONDALE 
ROAD B-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15593015 REGULATO
R 13RG13, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R02

8656273 13RG13 
AVONDALE 
ROAD C-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15593015 REGULATO
R 13RG13, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R01

M-100 Sub 163 
PSDR2-2



8656275 13RG12 
REYNOLDS 
C-PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592851 REGULATO
R 13RG12, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R01

8656474 13RG19 
TRANSFER 
BUSS A-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592852 REGULATO
R 13RG19, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8656657 13RG19 
TRANSFER 
BUSS B-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592852 REGULATO
R 13RG19, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8657199 13RG13 
AVONDALE 
ROAD A-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15593015 REGULATO
R 13RG13, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R02

8657202 13RG12 
REYNOLDS 
B-PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592851 REGULATO
R 13RG12, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 Neutral

8657354 13RG19 
TRANSFER 
BUSS C-
PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592852 REGULATO
R 13RG19, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

8657356 13RG12 
REYNOLDS 
A-PHASE, 
REGULATO
R 1PH, 
7.600 KV, 
55.0 KVA

REGULATO
R

15592851 REGULATO
R 13RG12, 
7.6 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R01

M-100 Sub 163 
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8679471 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15624806 BREAKER 
13CB13 
AVONDALE 
ROAD 
12KV CB, 
12.0 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 431 36 42 43

8679472 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15624807 BREAKER 
13CB19 
TRANSFER 
BUSS 12KV 
CB, 12.0 
KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 336 1 1 1

8681407 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 28.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15626742 BREAKER 
13CB12 
REYNOLDS 
12KV CB, 
12.0 KV

15540044 STATION 
REYNOL
DS 
115KV, 
T0745, 
115.000 
KV

42765536 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 344 87 82 92

20432658 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 27.0 
KV, 1,250.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

15629630 BREAKER 
BPN 4 
ROYAL 
PINES 
23KV CB, 
23.000 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 210 66 68 70

20432659 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
PHASE 
Unknown, 
23.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 2,5

REGULATO
R

15592882 REGULATO
R BANK 
BANK #1, 
UNITS - 1, 
23.000 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

M-100 Sub 163 
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20432660 LTC TYPE 
VACUUM, 
115.000 
KV, LTC +/-
5%, 
1,405.0 
AMPS

LTC 15592882 REGULATO
R BANK 
BANK #1, 
UNITS - 1, 
23.000 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

20806528 LTC TYPE 
VACUUM, 
15.000 KV, 
E, LTC +/-
10%, 
1,500.0 
AMPS

LTC 42629362 TRANSFOR
MER 
115/24T2, 
BANK #2, 
PHASE 
3PH, 
115.000 
KV, 24.000 
KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R01

8673561 301779,CA
PACITOR 
BANK 23.0 
KV

CAPACITO
R

15618895 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK 
(NON 
PCB), 23.0 
KV, 3,600.0 
KVAR

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 193 OFF

8673562 36240,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618896 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK 
(NON 
PCB), 23.0 
KV, 3,600.0 
KVAR

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 167 OFF

8677637 BREAKER 
OIL, ABC 
PH, 23.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622972 BREAKER 
BPN 5 
HIGHWAY 
#25 23KV 
CB, 23.0 
KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 195 0 152 140 138

8678760 BREAKER 
OIL, ABC 
PH, 23.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15624095 BREAKER 
BPN 3 
LONG 
SHOALS 
23KV CB, 
23.0 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 189 0 76 71 84

M-100 Sub 163 
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8682497 BREAKER 
VAC, ABC 
PH, 23.0 
KV, 38.0 
KV, 400.0 
AMPS

CIRCUIT 
BREAKER

15627832 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 167 0 0 0

8682735 BREAKER 
OIL, ABC 
PH, 23.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628070 BREAKER 
BPN 2 
MILLS GAP 
23KV CB, 
23.0 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 178 0 107 100 104

8683523 BREAKER 
OIL, ABC 
PH, 23.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628858 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 193 0 0 0 0

8684294 BREAKER 
OIL, ABC 
PH, 23.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629629 BREAKER 
BPN 1 
GLENN 
BRIDGE 
23KV CB, 
23.0 KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 198 0 57 60 55

8768417 LTC TYPE 
REACTIVE-
VACUUM, 
115.000 
KV, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15592204 TRANSFOR
MER 
115/24T1, 
BANK #1, 
PHASE 
3PH, 
115.000 
KV, 24.000 
KV

15540822 STATION 
SKYLAND 
115KV, 
T0781, 
115.0 KV

42765954 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

20549775 BREAKER,  
VAC,  ABC 
PH,  24 KV,  
27 KV,  
1250 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626719 BREAKER 
BPN 1 
ESTATOE 
23KV CB, 
23.000 KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 188 0 0 0

M-100 Sub 163 
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20549857 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 
KVA, 
2,500.0 
KVA

REGULATO
R

15592644 REGULATO
R BANK 
24RG10, 
BANK #1, 
UNITS - 1, 
23.000 KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

20549858 LTC TYPE 
UNKNOW
N, LTC +/-
5%

LTC 15592644 REGULATO
R BANK 
24RG10, 
BANK #1, 
UNITS - 1, 
23.000 KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021

8673563 37345,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618897 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK 
(NON 
PCB), 23.0 
KV, 3,600.0 
KVAR

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4762 ON

8673564 37344,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618898 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK 
(NON 
PCB), 23.0 
KV, 3,600.0 
KVAR

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2534 OFF

8677546 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622881 BREAKER 
BPN 4 
FRANKLINT
OWN 23KV 
CB, 23.0 
KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 109 0 0 0 0

8677635 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622970 BREAKER 
BPN 3 
SPRUCE 
PINE 23KV 
CB, 23.0 
KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1856 4 0 0 0

M-100 Sub 163 
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8682248 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627583 BREAKER 
BPN 2 
LITTLE 
SWITZERLA
ND 23KV 
CB, 23.0 
KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1550 0 0 0 0

8682534 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627869 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4762 29 0 0 0

8684053 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629388 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2534 9 0 0 0

8684569 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629904 BREAKER 
BPN 5 
GRASSY 
CREEK 
23KV CB, 
23.0 KV

15540628 STATION 
SPRUCE 
PINE 
115KV, 
T0791, 
115.0 KV

42765213 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1381 0 0 0 0

20713867 LTC TYPE 
VACUUM, 
15.000 KV, 
E, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15592896 REGULATO
R BANK #1, 
12.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R11

20779982 LTC TYPE 
RESISTIVE-
REACTIVE, 
E

LTC 15592897 REGULATO
R BANK #2, 
13.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R09

8656690 #1 
115/12KV 
BANK 
TOTAL 
REGULATO
R,REGULAT
OR 3PH, 
12.0 KV, 
1,250.0 KV, 
1,250.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592896 REGULATO
R BANK #1, 
12.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R11

M-100 Sub 163 
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8656966 #2 
115/12KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
13.000 KV, 
1,000.0 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592897 REGULATO
R BANK #2, 
13.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R09

8673565 39200,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618899 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
3,000.0 
KVAR

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1899 OFF

8673566 36632,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618900 CAPACITO
R BANK #3 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 487 OFF

8679283 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624618 BREAKER 
BPN 9 
PATTON 
COVE 12KV 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 283 65 90 86

8679660 BREAKER 
OIL, ABC 
PH, 12.000 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA

CIRCUIT 
BREAKER

15624995 BREAKER 
BPN 6 
CRAIGMO
NT ROAD 
12KV CB, 
12.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 184 0 182 175 204

8680033 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625368 BREAKER 
BPN 1, 
GROVESTO
NE ROAD 
CB, 24.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 205 178 174 174

M-100 Sub 163 
PSDR2-2



8680758 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS, 
20 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626093 BREAKER 
BPN 2 
GROVEMO
NT 12KV 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 229 0 165 129 123

8680868 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA

CIRCUIT 
BREAKER

15626203 BREAKER 
BPN 3 
STATE 
HOSPITAL 
12KV CB, 
12.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 191 0 151 170 136

8681266 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626601 BREAKER 
#3 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 487 0 0 0

8683007 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628342 BREAKER 
BPN 8 
HIGHWAY 
70 12KV 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 579 157 162 142

8683439 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628774 BREAKER 
BPN 5 
LYTLE 12KV 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 172 1 145 167 148

8683942 BREAKER 
GAS, ABC 
PH, 12.0 
KV, 25.8 
KV, 1,200.0 
AMPS, 5.0 
CYCLES

CIRCUIT 
BREAKER

15629277 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1899 0 0 0

M-100 Sub 163 
PSDR2-2



8684509 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629844 BREAKER 
BPN 7 
BLUE 
RIDGE 
ROAD 
12KV CB, 
12.0 KV

15540253 STATION 
SWANN
ANOA 
115KV, 
T0810, 
115.0 KV

42765413 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 153 2 151 169 173

8673567 37221,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618901 CAPACITO
R BANK #2 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 5,400.0 
KVAR

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 128 ON

8673568 37222,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618902 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 3,000.0 
KVAR

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 410 OFF

8677572 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622907 BREAKER 
BPN 8 
KIMBERLY 
12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 467 0 111 119 121

8678839 BREAKER,  
OIL,  ABC 
PH,  12 KV,  
14.4 KV,  
1200 
AMPS,  
500 KA,  5 
CYCLES

CIRCUIT 
BREAKER

15624174 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 394 0 0 0 0

8679286 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624621 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 128 133 131 133

M-100 Sub 163 
PSDR2-2



8679725 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625060 BREAKER 
BPN 5 
SOUTH 
LEXINGTO
N 12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 925 0 194 200 158

8679726 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625061 BREAKER 
BPN 10 
CHERRY 
12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 792 0 115 108 126

8680290 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 15.5 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625625 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 410 0 0 0

8680700 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15626035 BREAKER 
BPN 6 
ASHEVILLE 
CITY 12KV 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 164 0 156 188 156

8680941 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 2,000.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15626276 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 284 0 0 0 0

8681654 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15626989 BREAKER 
BPN 12 
HIAWASSE
E 12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 247 1 138 167 176

M-100 Sub 163 
PSDR2-2



8682496 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627831 BREAKER 
BPN 9 
WOODFIN 
12KV CB, 
12.0 KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 934 0 195 189 183

8682540 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 14.4 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627875 BREAKER 
BPN 3 
BATTERY 
PARK 12KV 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 846 0 144 135 146

8683533 BREAKER 
OIL, ABC 
PH, 115.0 
KV, 121.0 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628868 BREAKER 
W. 
ASHEVILLE -
CRAGGY 
115KV TIE 
CB, 115.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 260 0

8684400 BREAKER,  
OIL,  ABC 
PH,  12 KV,  
15.5 KV,  
2000 
AMPS,  
500 KA,  5 
CYCLES

CIRCUIT 
BREAKER

15629735 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 172 0 0 0 0

8768270 LTC TYPE 
RESISTANC
E, 115.000 
KV, LTC +/-
5%

LTC 15592119 TRANSFOR
MER BANK 
#1, 115.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R05 L16

8768628 LTC TYPE 
RESISTANC
E, 115.000 
KV, LTC +/-
5%

LTC 15592120 TRANSFOR
MER BANK 
#2, 115.0 
KV

15539685 STATION 
VANDER
BILT 
115KV, 
T0840, 
115.000 
KV

42765809 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R04 L03

M-100 Sub 163 
PSDR2-2



20257350 BREAKER,  
GAS,  
Unknown 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41366529 BREAKER 
DOUGLAS 
115KV CB, 
115.000 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 142 0

8678783 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624118 BREAKER 
CANTON 
WHITE 
115KV LINE 
CB, 115.0 
KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 196 2

8678997 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624332 BREAKER 
#3 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4579 36

8680380 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625715 BREAKER 
BPN 1 
WATERVIL
LE DAM 
12KV CB, 
12.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25847 3 10 9 3

M-100 Sub 163 
PSDR2-2



8680906 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626241 BREAKER 
#1 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3048 4

8681819 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627154 BREAKER 
#2 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3833 0

8682491 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627826 BREAKER 
CANTON 
BLACK 
115KV LINE 
CB, 115.0 
KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 267 2

8684442 BREAKER,  
GAS,  ABC 
PH,  138 
KV,  242 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629777 BREAKER 
SULLIVANS 
GARDEN 
138KV CB, 
138.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1246 0

M-100 Sub 163 
PSDR2-2



8684657 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629992 BREAKER 
SULLIVAN 
GARDEN, 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

42761662 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 232 0

20257350 BREAKER,  
GAS,  
Unknown 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

41366529 BREAKER 
DOUGLAS 
115KV CB, 
115.000 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 142 0

8678783 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624118 BREAKER 
CANTON 
WHITE 
115KV LINE 
CB, 115.0 
KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 196 0

8678997 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15624332 BREAKER 
#3 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 4590 11
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8680380 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625715 BREAKER 
BPN 1 
WATERVIL
LE DAM 
12KV CB, 
12.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 25847 0 10 7 4

8680906 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626241 BREAKER 
#1 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 3048 0

8681819 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627154 BREAKER 
#2 UNIT 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 3833 0

8682491 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627826 BREAKER 
CANTON 
BLACK 
115KV LINE 
CB, 115.0 
KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 267 0
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8684442 BREAKER,  
GAS,  ABC 
PH,  138 
KV,  242 
KV,  3000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629777 BREAKER 
SULLIVANS 
GARDEN 
138KV CB, 
138.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 1246 0

8684657 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629992 BREAKER 
SULLIVAN 
GARDEN, 
115KV CB, 
115.0 KV

15540438 STATION 
WALTER
S H E 
PLANT, 
T0860, 
115.000 
KV

43130791 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEC CWS60 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 232 0

8657074 115/12KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
14.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 
2,800.0 
KVA

REGULATO
R

15592708 REGULATO
R BANK #1, 
14.0 KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R10

8673569 36913,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618903 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK 
(NON 
PCB), 12.0 
KV, 5,400.0 
KVAR

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 243 OFF

8677480 BREAKER 
VAC, ABC 
PH, 12.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
12.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622815 BREAKER 
BPN 2 
WEAVER 
BLVD 12KV 
CB, 12.0 
KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 634 0 0 0
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8677603 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622938 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 243 0 0 0 0

8679993 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625328 BREAKER 
BPN 1 
CHURCH 
ST 12KV 
CB, 24.0 
KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 229 0 0 0

8681391 BREAKER,  
GAS,  ABC 
PH,  12 KV,  
25.8 KV,  
1200 
AMPS,  KA, 
5 CYCLES

CIRCUIT 
BREAKER

15626726 BREAKER 
BPN 4 
MONTICEL
LO 12KV 
CB, 12.0 
KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 646 0 0 0

8683281 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628616 BREAKER 
BPN 3 
HIGHLAND 
ST 12KV 
CB, 24.0 
KV

15539698 STATION 
WEAVER
VILLE 
115KV, 
T0870, 
115.0 KV

42766336 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 321 0 0 0

8656513 12RG10B, 
12KV 
REGULATO
R BUS B, 
REGULATO
R 3PH, 
12.000 KV, 
1,250.0 KV, 
1,250.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592694 REGULATO
R BANK #2, 
12.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R16
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8657044 12RG10A, 
12KV 
REGULATO
R BUS A, 
REGULATO
R 3PH, 
12.000 KV, 
1,250.0 KV, 
1,250.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592695 REGULATO
R BANK #1, 
12.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R16

8673570 35815,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618904 CAPACITO
R BANK #2 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

8673571 39847,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618905 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK 
(NON 
PCB), 
115.0 KV, 
16,500.0 
KVAR

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

8673572 38325,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618906 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK 
(NON 
PCB), 
115.0 KV, 
16,500.0 
KVAR

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 710 ON

8673573 35814,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618907 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 710 ON

8678011 BREAKER 
OIL, ABC 
PH, 12.0 
KV, 15.5 
KV, 400.0 
AMPS

CIRCUIT 
BREAKER

15623346 BREAKER 
#2 12KV 
CAPACITO
R BANK 
SWITCH, 
12.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0 0
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8678358 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623693 BREAKER 
BPN 4 
SOUTHSID
E 12KV CB, 
25.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 168 134 122 132

8678359 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623694 BREAKER 
BPN 6 
AMBOY 
12KV CB, 
25.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 169 141 143 142

8678360 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623695 BREAKER 
BPN 8 
WEST 
ASHEVILLE 
12KV CB, 
25.000 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 176 140 149 149

8679246 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624581 BREAKER 
BPN 1 
MCDOWEL
L STREET 
12KV CB, 
25.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 179 100 97 93

8679247 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624582 BREAKER 
BPN 7 
STATE 
STREET 
12KV CB, 
25.000 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 253 150 145 165

8680668 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626003 BREAKER 
VANDERBI
LT 115KV 
CB, 115.0 
KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 237 0
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8680905 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15626240 BREAKER 
CRAGGY 
115KV CB, 
115.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 307 0

8681963 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  121 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15627298 BREAKER 
CB25, NO. 
1 & 2 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 508 0

8682954 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628289 BREAKER 
BPN 2 
MEADOW 
ROAD 
12KV CB, 
25.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 173 71 78 68

8683893 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629228 BREAKER 
BPN 3 
VICTORIA 
12KV CB, 
25.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 164 137 140 126

8683894 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629229 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 710 245 263 263

8684359 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629694 BREAKER 
OTEEN 
115KV CB, 
115.0 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 630 0
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8684537 BREAKER,  
GAS,  ABC 
PH,  115 
KV,  123 
KV,  2000 
AMPS,  40 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

15629872 BREAKER 
ENKA SW. 
STA. 115KV 
CB, 115.0 
KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 251 0

8684773 BREAKER 
VAC, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630108 BREAKER 
BPN 9 
LYMAN ST 
12KV CB, 
25.000 KV

15540238 STATION 
WEST 
ASHEVIL
LE 
115KV, 
T0340, 
115.000 
KV

42765367 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS60 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 154 139 141 136

20009264 RECLOSER 
OIL, 24.0 
KV, 800.0 
AMPS

RECLOSER 40008951 RECLOSER 
OCR90121
8 (1201), 
12.47 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 0

2259046 1207,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026380 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R02

2259047 1207,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026380 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2259048 1207,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3026380 REGULATO
R 
1207,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R02

2275373 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026371 BREAKER 
BK 2 13KV 
LT, 13.0 KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 74 629 684 667

M-100 Sub 163 
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2275485 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026373 BREAKER 
1206, 13.0 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 163 120 151 194

2275486 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026374 BREAKER 
1207, 
12.47 KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 135 145 150 135

2275487 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3026372 BREAKER 
1205, 13.0 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 140 473 462 455

2383456 1205,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026378 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R06

2383459 1205,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026378 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R06

2383462 1205,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026378 REGULATO
R 
1205,PHAS
E 0.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R04

2440358 1208,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3064421 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R03

M-100 Sub 163 
PSDR2-2



2442750 1206,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026379 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2442751 1206,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026379 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 Neutral

2442752 1206,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3026379 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R01

2447143 1208,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3064421 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 Neutral

2448462 1208,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3064421 REGULATO
R 
1208,PHAS
E 1.0, 6.9 
KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R02

2452147 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3064419 BREAKER 
1208, 
12.47 KV

2709116 STATION 
CAMP 
CREEK 
RD RET, 
9065, 
66.000 
KV

42764844 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 73 86 125 94

2260471 12B1,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893595 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 Neutral

M-100 Sub 163 
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2260474 12B1,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893595 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 Neutral

2260731 12B1,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893595 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 Neutral

2260830 12B2 
(1203,1204
),REGULAT
OR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893596 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 R03

2260852 12B2,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
509.0 KVA

REGULATO
R

2893596 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L01

2262158 RECLOSER 
VAC

RECLOSER 2894983 RECLOSER 
OCR42838 
(1203), 
12.47 KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 153 0

2262159 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894984 RECLOSER 
OCR42848 
(1204), 
12.47 KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 7 0

2849533 REGULATO
R 
1PH,PHASE 
Z, 13.2 KV, 
509.0 KVA

REGULATO
R

2893596 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 R01

2872615 RECLOSER 
OIL, 13.0 
KV, 300.0 
AMPS

RECLOSER 2895005 RECLOSER 
OCR42828 
(1202), 
12.47 KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 28 0

2875019 RECLOSER 
OIL, 24.0 
KV, 560.0 
AMPS

RECLOSER 2894999 RECLOSER 
OCR42818 
(1201), 
27.0 KV

2709244 STATION 
CASHIER
S RET, 
9004, 
69.0 KV

42763893 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0

M-100 Sub 163 
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20494020 RECLOSER 
VAC

RECLOSER 2894945 RECLOSER 
OCR43828 
(1202), 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 6 1

20512469 RECLOSER 
VAC, 
27.000 KV, 
560.0 
AMPS, 8.0 
KA

RECLOSER 2894947 RECLOSER 
OCR43848 
(1204), 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

20545472 RECLOSER 
VAC, 
12.470 KV

RECLOSER 2894946 RECLOSER 
OCR43818 
(1201), 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 14 0

2215866 1A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893035 CAPACITO
R BANK 
1A, 12.47 
KV, 1,200.0 
KVAR

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA OFF

2215867 2A,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893036 CAPACITO
R BANK 
2A, 12.47 
KV, 1,200.0 
KVAR

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA OFF

2215868 2B,CAPACI
TOR BANK 
12.5 KV

CAPACITO
R

2893185 CAPACITO
R BANK 2B, 
12.47 KV, 
1,200.0 
KVAR

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA OFF

2255262 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861314 TRANSFOR
MER 
03,PHASE 
UNKNOW
N, 66.0 KV, 
12.5 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L04
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2260948 12B1,REGU
LATOR 
1PH,PHASE 
B, 7,620.0 
KV, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893597 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L04

2260949 12B1,REGU
LATOR 
1PH,PHASE 
A, 7,620.0 
KV, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893597 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L02

2260980 12B1,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893597 REGULATO
R 
12B1,PHAS
E 0.0, 13.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 L02

2260988 12B2,REGU
LATOR 
1PH,PHASE 
A, 34.5 KV, 
509.0 KVA

REGULATO
R

2893598 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

2260997 12B2,REGU
LATOR 
1PH,PHASE 
B, 509.0 
KVA

REGULATO
R

2893598 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2261169 12B2,REGU
LATOR 
1PH,PHASE 
C, 509.0 
KVA

REGULATO
R

2893598 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 Neutral

2262112 RECLOSER 
VAC

RECLOSER 2894948 RECLOSER 
OCR43838 
(1203), 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4 0
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2274225 BREAKER 
VAC, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902363 BREAKER 
1206, 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 525 237 257 259

2275277 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
1,200.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2902362 BREAKER 
1205, 
12.47 KV

2709245 STATION 
CHEROK
EE 
RESERVA
TION 
RET, 
9006, 
69.0 KV

42764039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 489 146 142 164

2259578 12B3,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893600 REGULATO
R 
12B3,PHAS
E 0.0, 6.9 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R08

2259579 12B3,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893600 REGULATO
R 
12B3,PHAS
E 0.0, 6.9 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 Neutral

2259580 12B3,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893600 REGULATO
R 
12B3,PHAS
E 0.0, 6.9 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2260986 12B2,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893599 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R01

2261073 12B2,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
509.0 KVA

REGULATO
R

2893599 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01
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2261170 12B2,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893599 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L01

2262138 RECLOSER 
OIL, 13.0 
KV, 225.0 
AMPS

RECLOSER 2894970 RECLOSER 
OCR32848 
(1204), 
12.47 KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2262139 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS, 
10.0 KA

RECLOSER 3027235 RECLOSER 
OCR32818 
(1201), 
12.47 KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2369937 RECLOSER 
VAC

RECLOSER 3016705 RECLOSER 
OCR32838 
(1203), 
12.47 KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 40 0

2872582 RECLOSER 
OIL, 800.0 
AMPS

RECLOSER 2894971 RECLOSER 
CULLOWH
EE 1202, 
12.47 KV

2709246 STATION 
CULLOW
HEE RET, 
9007, 
66.0 KV

42764851 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 69 0

2255250 LTC TYPE 
UNKNOW
N, 0.0 KV, 
U,LTC 
UNKNOW
N

LTC 2861171 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 66.0 KV, 
13.2 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 Neutral

2255252 LTC TYPE 
UNKNOW
N, 0.0 KV, 
U,LTC 
UNKNOW
N

LTC 2861170 TRANSFOR
MER 01, 
66.000 KV, 
13.200 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L13 Neutral

2273331 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900562 BREAKER 
1203 
(13832), 
12.47 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 440 154 134 113
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2273332 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900563 BREAKER 
1204 
(13842), 
12.47 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 434 726 838 753

2273333 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900564 BREAKER 
1201 
(13812), 
12.47 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 452 157 139 139

2273334 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900565 BREAKER 
1202 
(13822), 
12.47 KV

2708690 STATION 
DEPOT 
ST RET, 
9049, 
100.0 KV

42763871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 542 269 180 216

2260563 12B1,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893591 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260564 12B1,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893591 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260565 12B1,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 167.0 
KVA

REGULATO
R

2893591 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2260944 3402,REGU
LATOR 
1PH,PHASE 
Z, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893519 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260946 3402,REGU
LATOR 
1PH,PHASE 
X, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893519 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260947 3402,REGU
LATOR 
1PH,PHASE 
Y, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893519 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2262174 RECLOSER 
VAC

RECLOSER 2894997 RECLOSER 
OCR29728 
(3402), 
34.0 KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2842249 RECLOSER 
OIL, 13.0 
KV, 13.0 
AMPS

RECLOSER 2894949 RECLOSER 
OCR29818 
(1201), 
12.47 KV

2709247 STATION 
E 
ANDRE
WS RET, 
9009, 
34.5 KV

42764649 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2260965 12B1,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893583 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710969 STATION 
E 
BRYSON 
RET, 
9010, 
69.0 KV

42763355 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R10

2260966 12B1,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893583 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710969 STATION 
E 
BRYSON 
RET, 
9010, 
69.0 KV

42763355 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R06

2260985 12B1,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893583 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2710969 STATION 
E 
BRYSON 
RET, 
9010, 
69.0 KV

42763355 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R09

2262141 RECLOSER 
VAC

RECLOSER 2895007 RECLOSER 
OCR31828 
(1202), 
12.47 KV

2710969 STATION 
E 
BRYSON 
RET, 
9010, 
69.0 KV

42763355 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 117 8
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2874024 RECLOSER 
VAC

RECLOSER 2894954 RECLOSER 
OCR31818 
(1201), 
12.47 KV

2710969 STATION 
E 
BRYSON 
RET, 
9010, 
69.0 KV

42763355 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 47 1

20591153 RECLOSER 
VAC, 
15.500 KV, 
800.0 
AMPS, 
12.0 KA

RECLOSER 2894969 RECLOSER 
OCR27818 
(1201), 
12.47 KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 60 0

20630005 RECLOSER 
VAC, 
13.200 KV, 
800.0 
AMPS, 
12,000.0 
KA

RECLOSER 2894968 RECLOSER 
OCR27838 
(1203), 
12.47 KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2259039 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018897 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R06

2259077 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018899 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R05

2259278 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018897 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R07

2259294 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018897 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R05

2259295 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018899 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R05
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2259296 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018899 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R06

2262135 RECLOSER 
VAC

RECLOSER 2894967 RECLOSER 
OCR27848 
(1204), 
12.47 KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 41 0

2262151 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS, 
12.0 KA

RECLOSER 2894990 RECLOSER 
OCR27828 
(1202), 
12.47 KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 6 0

2368519 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018898 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

2368520 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018898 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R02

2368521 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018894 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2368522 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018894 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03

2373803 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018894 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R03
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2373804 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018898 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709270 STATION 
E 
FRANKLI
N RET, 
9011, 
66.0 KV

42764841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R03

2258902 12B1,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893602 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R03

2258903 12B1,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893602 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R04

2258904 12B1,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893602 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L05 R05

2258905 12B2,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893603 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R04

2258906 12B2,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893603 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R09

2262117 RECLOSER 
VAC

RECLOSER 2894972 RECLOSER 
OCR35828 
(1202), 
12.47 KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 11 0

2262183 RECLOSER 
VAC

RECLOSER 2895006 RECLOSER 
OCR 35818 
(1201), 
12.47 KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 87 1
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2395348 REGULATO
R 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
667.0 KVA

REGULATO
R

2893603 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral R09

2843270 RECLOSER 
VAC

RECLOSER 2894978 RECLOSER 
OCR35848 
(1204), 
12.47 KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 7 0

2872706 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS

RECLOSER 2894979 RECLOSER 
E SYLVA 
1203, 
12.47 KV

2709269 STATION 
E SYLVA 
RET, 
9047, 
66.0 KV

42764849 NORMAL 
STATION 
INSPECTIO
N -E SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 5 0

20558873 RECLOSER 
VAC, 
15.500 KV, 
800.0 
AMPS, 
12.0 KA

RECLOSER 2894943 RECLOSER 
OCR37828 
(1202), 
12.47 KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2257243 1201,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893507 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2257977 1202,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893508 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2259356 1201,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893507 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2261310 1201,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893507 REGULATO
R 
1201,PHAS
E 0.0, 6.9 
KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA
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2261442 1202,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893508 REGULATO
R 
1202,PHAS
E 0.0, 6.9 
KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2262108 RECLOSER 
VAC

RECLOSER 2894944 RECLOSER 
OCR37818 
(1201), 
12.47 KV

2709341 STATION 
GATEWA
Y RET, 
9014, 
69.0 KV

42763529 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2 0

20431622 BREAKER 
VAC, ABC 
PH, 15.500 
KV, 1,200.0 
AMPS, 
193.0 KA, 
1.2 CYCLES

CIRCUIT 
BREAKER

2901414 BREAKER 
1201 
(54812), 
12.47 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 66 453.6 390.6 447.0

2255261 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861134 TRANSFOR
MER 
01,PHASE 
UNKNOW
N, 66.0 KV, 
13.2 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 R01

2255270 LTC TYPE 
UNKNOW
N, 0.0 KV, 
E,LTC 
UNKNOW
N

LTC 2861225 TRANSFOR
MER 
02,PHASE 
UNKNOW
N, 66.0 KV, 
13.2 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L02

2274226 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2901415 BREAKER 
1202 
(54822), 
12.47 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 663 0 0 0

2274227 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2901416 BREAKER 
1203 
(54832), 
12.47 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 528 238.8 241.2 178.8
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2274228 BREAKER 
VAC, 
UNKNOW
N PH, 13.0 
KV, 0.0 KV, 
0.0 AMPS, 
0.0 KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2901417 BREAKER 
1204 
(54842), 
12.47 KV

2710970 STATION 
HIGHLA
NDS RET, 
9056, 
69.0 KV

42764835 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 529 45.5 40.3 38.7

2259017 1202,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018359 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 R01

2259019 1202,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018359 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L02

2259020 1202,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018359 REGULATO
R 
1202,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L03

2259023 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018361 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L05

2259037 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018361 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L04

2259040 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018361 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L05
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2262129 RECLOSER 
VAC

RECLOSER 2894952 RECLOSER 
OCR39838 
(1203), 
12.47 KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 51 0

2368525 1201,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018358 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L03

2372782 1201,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018358 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L05

2372787 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018360 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L03

2372788 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018360 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L06

2372791 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3018360 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L06

2383470 1201,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3018358 REGULATO
R 
1201,PHAS
E 1.0, 6.9 
KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L06

2389127 RECLOSER 
VAC

RECLOSER 2894951 RECLOSER 
OCR39818 
(1201), 
12.47 KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 10 2
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2843888 RECLOSER 
VAC

RECLOSER 2894950 RECLOSER 
OCR39828 
(1202), 
12.47 KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 26 0

2873580 RECLOSER 
VAC

RECLOSER 2894953 RECLOSER 
OCR39848 
(1204), 
12.47 KV

2709268 STATION 
JENKINS 
BRANCH 
RET, 
9044, 
66.0 KV

42763506 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3 0

2215256 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893347 CAPACITO
R BANK 01, 
0.0 KV, 
21,600.0 
KVAR

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2470 OFF

2215257 02 CAPACITO
R

2893348 CAPACITO
R BANK 02, 
0.0 KV, 
21,600.0 
KVAR

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 232 OFF

2272972 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900219 BREAKER 
WEBSTER - 
LAKE 
EMORY 
(53530), 
161.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 373 0

2272973 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900220 BREAKER 
BK 2&3 
161KV BUS 
TIE 
(53520), 
161.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 165 0

2272974 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900221 BREAKER 
WESTS 
MILL- LAKE 
EMORY 
(53510), 
161.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 255 0
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2272975 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900222 BREAKER E 
FRANKLIN 
(53440), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 327 0

2272976 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900223 BREAKER 
BK 3 66KV 
LT (53432), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 197 0

2272977 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900224 BREAKER 
DOWDLE 
MTN NO 1 
(53420), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 255 0

2272978 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900225 BREAKER 
BK 2 66KV 
LT (53422), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 206 0

2272979 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900226 BREAKER N 
FRANKLIN 
(53410), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 253 0

2272980 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900227 BREAKER 
BK 1 66KV 
LT (53412), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 224 0

2273878 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2901086 BREAKER 
CBK 1&2 
(53480), 
66.0 KV

2708710 STATION 
LAKE 
EMORY 
TIE, 
9017, 
161.000 
KV

42764021 NORMAL 
STATION 
INSPECTIO
N -LAKE 
EMORY TIE

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 2470 0
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20025970 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS

RECLOSER 2894940 RECLOSER 
OCR40828 
(1202), 
12.47 KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2261467 12B5,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893590 REGULATO
R 
12B5,PHAS
E 0.0, 0.0 
KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261475 12B5,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893590 REGULATO
R 
12B5,PHAS
E 0.0, 0.0 
KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261673 12B5,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893590 REGULATO
R 
12B5,PHAS
E 0.0, 0.0 
KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2262105 RECLOSER 
VAC

RECLOSER 2894941 RECLOSER 
OCR40858 
(BK 1 
12.5KV LT), 
12.47 KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2843886 RECLOSER 
VAC

RECLOSER 2894942 RECLOSER 
OCR40818 
(1201), 
12.47 KV

2708715 STATION 
MARBLE 
DIST, 
9018, 
34.500 
KV

42763216 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

20593494 3404, 
REGULATO
R 1PH, 
PHASE A, 
19,920.0 
KV

REGULATO
R

2893664 REGULATO
R 
3404,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20919856 RECLOSER 
VAC, 
38.000 KV, 
560.0 
AMPS, 
12.0 KA

RECLOSER 2894977 RECLOSER 
OCR51718 
(3401), 
34.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0
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20920105 RECLOSER 
VAC, 
38.000 KV, 
560.0 
AMPS, 
12.0 KA

RECLOSER 2894975 RECLOSER 
OCR51748 
(3404), 
34.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

20920107 RECLOSER 
VAC, 
38.000 KV, 
560.0 
AMPS, 
12.0 KA

RECLOSER 2894976 RECLOSER 
OCR51728 
(3402), 
34.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2260968 12B4,REGU
LATOR 
1PH,PHASE 
A, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893582 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260969 3402,REGU
LATOR 
1PH,PHASE 
X, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893662 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260970 3402,REGU
LATOR 
1PH,PHASE 
Y, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893662 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260971 12B4,REGU
LATOR 
1PH,PHASE 
B, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893582 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260972 3402,REGU
LATOR 
1PH,PHASE 
Z, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893662 REGULATO
R 
3402,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260973 3403,REGU
LATOR 
1PH,PHASE 
X, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893663 REGULATO
R 
3403,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2260974 12B4,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893582 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2261095 3403,REGU
LATOR 
1PH,PHASE 
Y, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893663 REGULATO
R 
3403,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261096 3403,REGU
LATOR 
1PH,PHASE 
Z, 34,500.0 
KV, 500.0 
KVA

REGULATO
R

2893663 REGULATO
R 
3403,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2262173 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894973 RECLOSER 
OCR51848 
(1204), 
12.47 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2273043 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900282 BREAKER 
MARBLE 
RED 
(51530), 
161.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2273044 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900283 BREAKER 
MARBLE 
RED & YEL 
TIE 
(51520), 
161.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2273045 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900284 BREAKER 
MARBLE 
YEL 
(51510), 
161.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2439214 RECLOSER 
OIL, 33.0 
KV, 560.0 
AMPS

RECLOSER 2894974 RECLOSER 
OCR51738 
(3403), 
34.0 KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2815838 3404,REGU
LATOR 
1PH,PHASE 
Y, 34.5 KV, 
667.0 KVA

REGULATO
R

2893664 REGULATO
R 
3404,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2842709 3404,REGU
LATOR 
1PH,PHASE 
X, 34.5 KV, 
667.0 KVA

REGULATO
R

2893664 REGULATO
R 
3404,PHAS
E 0.0, 0.0 
KV

2708716 STATION 
MARBLE 
TIE, 
9036, 
161.0 KV

42764855 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2259235 1201,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893584 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2259846 12B1,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893584 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 NA NA

2261074 12B1,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893584 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 L01

2261131 12B1,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893584 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2262121 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS, 
10.0 KA

RECLOSER 3080947 RECLOSER 
OCR46828 
(1202), 
13.0 KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2262122 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS, 
10.0 KA

RECLOSER 2894956 RECLOSER 
OCR46818 
(1201), 
12.47 KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 18 0

2839929 RECLOSER 
VAC

RECLOSER 2894955 RECLOSER 
OCR46828 
(1202), 
12.47 KV

2709267 STATION 
N 
FRANKLI
N RET, 
9020, 
66.0 KV

42763879 NORMAL 
STATION 
INSPECTIO
N -N 
FRANKLIN 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 100 0

2215309 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893360 CAPACITO
R BANK 01, 
0.0 KV, 0.0 
KVAR

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 229 OFF

M-100 Sub 163 
PSDR2-2



2215310 02 CAPACITO
R

2893361 CAPACITO
R BANK 02, 
0.0 KV, 
54,000.0 
KVAR

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 157 OFF

2260850 34B1,REGU
LATOR 
1PH,PHASE 
B, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R02

2260851 34B1,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L03 R02

2261116 34B1,REGU
LATOR 
1PH,PHASE 
A, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L02 R02

2273047 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900286 BREAKER 
MARBLE 
YELLOW 
(8570), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 212 0

2273048 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900287 BREAKER 
MARBLE 
RED 
(8560), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 231 0

M-100 Sub 163 
PSDR2-2



2273049 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900288 BREAKER 
161KV BUS 
JCT (8520), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 305 0

2273050 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900289 BREAKER 
NANTAHAL
A- 
FONTANA 
(8550), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 422 0

2273051 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900290 BREAKER 
WEBSTER 
(8540), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 331 0

2273052 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900291 BREAKER 
WESTS 
MILL 
(8530), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 464 0

2273055 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900294 BREAKER 
161KV HT 
(8510), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 171 0

M-100 Sub 163 
PSDR2-2



2273272 BREAKER 
OIL, 
Unknown 
PH, 15.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900507 BREAKER 
OCB8334 - 
BK 1&2 
12.5KV LT, 
13.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 348 0 0 0 0

2273273 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900508 BREAKER 
OCB8324 - 
BK GEN01 
12.5KV HT, 
13.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 472 0 0 0 0

2274727 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2901890 BREAKER 
NANTAHAL
A-
ROBBINSVI
LLE (8580), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 143 0

2275114 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2902231 BREAKER 
CBK 1&2 
BRK 
(8590), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 79 0

2413581 RECLOSER 
VAC

RECLOSER 2900292 RECLOSER 
OCR8732 
(3403), 
34.5 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 159 0

M-100 Sub 163 
PSDR2-2



2413582 RECLOSER 
UNKNOW
N, 630.0 
AMPS

RECLOSER 2900293 RECLOSER 
OCR8722 
(3402), 
34.5 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

42761741 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 169 0

2215309 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893360 CAPACITO
R BANK 01, 
0.0 KV, 0.0 
KVAR

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 229 OFF

2215310 02 CAPACITO
R

2893361 CAPACITO
R BANK 02, 
0.0 KV, 
54,000.0 
KVAR

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 157 OFF

2260850 34B1,REGU
LATOR 
1PH,PHASE 
B, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L03 R02

2260851 34B1,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L05 R02

2261116 34B1,REGU
LATOR 
1PH,PHASE 
A, 7,620.0 
KV, 833.0 
KVA

REGULATO
R

2893585 REGULATO
R 
34B1,PHAS
E 0.0, 0.0 
KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L03 R03

2273047 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900286 BREAKER 
MARBLE 
YELLOW 
(8570), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 212 0

M-100 Sub 163 
PSDR2-2



2273048 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900287 BREAKER 
MARBLE 
RED 
(8560), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 231 0

2273049 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900288 BREAKER 
161KV BUS 
JCT (8520), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 305 0

2273050 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900289 BREAKER 
NANTAHAL
A- 
FONTANA 
(8550), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 422 0

2273051 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900290 BREAKER 
WEBSTER 
(8540), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 331 0

2273052 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900291 BREAKER 
WESTS 
MILL 
(8530), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 464 0

M-100 Sub 163 
PSDR2-2



2273055 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900294 BREAKER 
161KV HT 
(8510), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 171 0

2273272 BREAKER 
OIL, 
Unknown 
PH, 15.000 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900507 BREAKER 
OCB8334 - 
BK 1&2 
12.5KV LT, 
13.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 348 0 0 0 0

2273273 BREAKER 
OIL, 
Unknown 
PH, 13.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900508 BREAKER 
OCB8324 - 
BK GEN01 
12.5KV HT, 
13.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 472 0 0 0 0

2274727 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2901890 BREAKER 
NANTAHAL
A-
ROBBINSVI
LLE (8580), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 143 0

2275114 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2902231 BREAKER 
CBK 1&2 
BRK 
(8590), 
161.0 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 79 0

M-100 Sub 163 
PSDR2-2



2413581 RECLOSER 
VAC

RECLOSER 2900292 RECLOSER 
OCR8732 
(3403), 
34.5 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 159 0

2413582 RECLOSER 
UNKNOW
N, 630.0 
AMPS

RECLOSER 2900293 RECLOSER 
OCR8722 
(3402), 
34.5 KV

2710263 STATION 
NANTAH
ALA 
HYDRO, 
9021, 
230.0 KV

43130793 NORMAL 
STATION 
INSPECTIO
N - 
NANTAHAL
A HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 169 0

20493813 RECLOSER 
OIL, 12.470 
KV, 800.0 
AMPS, 
12.0 KA

RECLOSER 2894986 RECLOSER 
OCR48848 
(1204), 
12.47 KV

2709266 STATION 
OTTO 
RET, 
9023, 
69.0 KV

42763400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4 0

20493816 RECLOSER 
OIL, 12.470 
KV, 800.0 
AMPS, 
12.0 KA

RECLOSER 2894985 RECLOSER 
OCR48838 
(1203), 
12.47 KV

2709266 STATION 
OTTO 
RET, 
9023, 
69.0 KV

42763400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 4 0

2261106 12B1,REGU
LATOR 
1PH,PHASE 
X, 509.0 
KVA

REGULATO
R

2893586 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709266 STATION 
OTTO 
RET, 
9023, 
69.0 KV

42763400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L03

2261107 12B1,REGU
LATOR 
1PH,PHASE 
Y, 509.0 
KVA

REGULATO
R

2893586 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709266 STATION 
OTTO 
RET, 
9023, 
69.0 KV

42763400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R03

2261306 12B1,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893586 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709266 STATION 
OTTO 
RET, 
9023, 
69.0 KV

42763400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L14 Neutral

20804538 12R1, 
REGULATO
R 1PH, 
PHASE C, 
13.200 KV

REGULATO
R

2893667 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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20804716 12R1, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV

REGULATO
R

2893667 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

20804758 12R1, 
REGULATO
R 1PH, 
PHASE A, 
13.200 KV

REGULATO
R

2893667 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2215468 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893353 CAPACITO
R BANK 
1A, 13.0 
KV, 6,000.0 
KVAR

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2215801 1A,CAPACI
TOR BANK 
13.0 KV

CAPACITO
R

2893353 CAPACITO
R BANK 
1A, 13.0 
KV, 6,000.0 
KVAR

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2260934 12R3 
(CIRCUIT 
3405),REG
ULATOR 
1PH,PHASE 
A, 509.0 
KVA

REGULATO
R

2893669 REGULATO
R 
12R3,PHAS
E 1.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261077 12R2 
(44838-
44848),RE
GULATOR 
1PH,PHASE 
A, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893668 REGULATO
R 
12R2,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261098 12R2 
(44838-
44848),RE
GULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893668 REGULATO
R 
12R2,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral
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2261108 44858 
(3405),REG
ULATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893669 REGULATO
R 
12R3,PHAS
E 1.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261173 12R2 
(44838-
44848),RE
GULATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893668 REGULATO
R 
12R2,PHAS
E 0.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261264 12R3,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893669 REGULATO
R 
12R3,PHAS
E 1.0, 0.0 
KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2262128 RECLOSER 
OIL, 13.0 
KV, 500.0 
AMPS, 
10.0 KA

RECLOSER 2894960 RECLOSER 
OCR44828 
(1202), 
12.47 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2262131 RECLOSER 
VAC

RECLOSER 2894963 RECLOSER 
OCR44858 
(3405), 
34.0 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2262132 RECLOSER 
VAC

RECLOSER 2894964 RECLOSER 
OCR44818 
(1201), 
12.47 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2274320 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2901502 BREAKER 
CBK 1A 
BRK 
(44814), 
12.47 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0
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2279772 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906391 BREAKER 
44520, 
161.0 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2280078 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906668 BREAKER 
44530, 
161.0 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2280448 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907005 BREAKER 
44510, 
161.0 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2427941 RECLOSER 
VAC

RECLOSER 2894962 RECLOSER 
OCR44838 
(1203), 
12.47 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2451473 RECLOSER 
VAC

RECLOSER 2894961 RECLOSER 
OCR44848 
(1204), 
12.47 KV

2708759 STATION 
ROBBINS
VILLE 
RET, 
9025, 
230.0 KV

42763883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2260831 12R1,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893587 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R08

2260832 12R1,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893587 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 R02 R12
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2261085 12R1,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893587 REGULATO
R 
12R1,PHAS
E 0.0, 0.0 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R10

2261110 1203,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893755 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R06

2261176 1203,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893755 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L01 R10

2261266 1203,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893755 REGULATO
R 
1203,PHAS
E 1.0, 6.9 
KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L04 R12

2262164 RECLOSER 
VAC

RECLOSER 2894988 RECLOSER 
OCR30818 
(1201), 
12.47 KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 45 0

2262165 RECLOSER 
VAC

RECLOSER 2894989 RECLOSER 
OCR30828 
(1202), 
12.47 KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 95 0

2872709 RECLOSER 
OIL, 24.0 
KV, 560.0 
AMPS

RECLOSER 2894998 RECLOSER 
S 
CULLOWH
EE, 12.0 KV

2709265 STATION 
S 
CULLOW
HEE RET, 
9026, 
66.0 KV

42763596 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 32 0

2257996 12B2,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893607 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral
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2260849 12B2,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893607 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 L02

2261109 12B1,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 416.0 
KVA

REGULATO
R

2893606 REGULATO
R 
12B1,PHAS
E 1.0, 0.0 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L02

2261117 12B2,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

2893607 REGULATO
R 
12B2,PHAS
E 0.0, 6.9 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 R01

2261164 12B1,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
416.0 KVA

REGULATO
R

2893606 REGULATO
R 
12B1,PHAS
E 1.0, 0.0 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L01

2261172 12B1,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 416.0 
KVA

REGULATO
R

2893606 REGULATO
R 
12B1,PHAS
E 1.0, 0.0 
KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 Neutral

2262180 RECLOSER 
VAC

RECLOSER 2895003 RECLOSER 
OCR41828, 
12.47 KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 57 0

2872569 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS

RECLOSER 2895002 RECLOSER 
S 
FRANKLIN, 
12.47 KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 63 3

2872617 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS, 
10.0 KA

RECLOSER 2894957 RECLOSER 
S 
FRANKLIN, 
12.47 KV

2709264 STATION 
S 
FRANKLI
N RET, 
9027, 
66.0 KV

42763268 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 18 0

2372151 BREAKER,  
VAC,  ABC 
PH,  13 KV,  
15.5 KV,  
2000 
AMPS,  25 
KA,  3 
CYCLES

CIRCUIT 
BREAKER

3032413 BREAKER 
BK 2 
12.5KV LT, 
12.47 KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 66 621 661 651
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2392592 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032440 BREAKER 
1206, 
12.47 KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 101 194 249 181

2392596 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032439 BREAKER 
1205, 
12.47 KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 85 242 273 264

2392598 BREAKER, 
VAC, 
Unknown 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3032438 BREAKER 
1204, 
12.47 KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 72 255 201 262

2392819 1204,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3032588 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

2401910 1205,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032589 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L06 R10

2401912 1205,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032589 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R08

2401914 1205,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032589 REGULATO
R 
1205,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R06
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2401915 1206,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032590 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R06

2401917 1206,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032590 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R10

2401919 1206,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
250.0 KVA

REGULATO
R

3032590 REGULATO
R 
1206,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R08

2401939 1204,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3032588 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R06

2401942 1204,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

3032588 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2710793 STATION 
S SYLVA 
RET, 
5540, 
66.000 
KV

42763392 NORMAL 
STATION 
INSPECTIO
N -S SYLVA 
RET

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 R08

2258230 1204,REGU
LATOR 
1PH,PHASE 
B, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3033707 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R02

2258235 1204,REGU
LATOR 
1PH,PHASE 
C, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3033707 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R01
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2258237 1204,REGU
LATOR 
1PH,PHASE 
A, 12.47 
KV, 7,620.0 
KV, 333.0 
KVA

REGULATO
R

3033707 REGULATO
R 
1204,PHAS
E 1.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R02

2259095 12B1,REGU
LATOR 
1PH,PHASE 
X, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893925 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R04

2259133 12B1,REGU
LATOR 
1PH,PHASE 
Z, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893925 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R07

2259150 12B1,REGU
LATOR 
1PH,PHASE 
Y, 13.2 KV, 
7,620.0 KV, 
333.0 KVA

REGULATO
R

2893925 REGULATO
R 
12B1,PHAS
E 0.0, 6.9 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L16 R04

2872717 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS, 
12.0 KA

RECLOSER 3027250 RECLOSER 
SAPPHIRE 
1202, 12.0 
KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 25 1

2873139 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894987 RECLOSER 
SAPPHIRE, 
12.0 KV

2709263 STATION 
SAPPHIR
E RET, 
9001, 
66.000 
KV

42764029 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0

2261013 12B2,REGU
LATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893608 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R04

2261076 12B2,REGU
LATOR 
1PH,PHASE 
C, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893608 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R05
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2261268 12B2, 
REGULATO
R 1PH, 
PHASE B, 
13.200 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893608 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R07

2262167 RECLOSER 
VAC

RECLOSER 2894991 RECLOSER 
OCR38828 
(1202), 
12.47 KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 108 0

2262168 RECLOSER 
VAC

RECLOSER 2894992 RECLOSER 
OCR38838 
(1203), 
12.47 KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 20 0

2262169 RECLOSER 
VAC

RECLOSER 2894993 RECLOSER 
OCR38848 
(1204), 
12.47 KV

2710043 STATION 
SHORTO
FF RET, 
9030, 
66.0 KV

42763254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 54 0

2215900 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

3057923 CAPACITO
R BANK 01, 
66.0 KV, 
144.0 
KVAR

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 738 OFF

2273342 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

3057919 BREAKER 
CBK 1 BRK 
(56430), 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 739 0

2275387 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 170 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049885 BREAKER 
56530, 
161.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 110 0
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2275388 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 170 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049872 BREAKER 
56510, 
161.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 106 0

2275389 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 170 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049884 BREAKER 
56520, 
161.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 126 0

2275390 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049886 BREAKER 
56412, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 88 0

2275391 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049888 BREAKER 
56432, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 96 0

2275392 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049890 BREAKER 
56460, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 61 0

2275393 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049891 BREAKER 
56420, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 94 0

2275394 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049887 BREAKER 
56422, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 88 0
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2394812 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

3049889 BREAKER 
56410, 
72.0 KV

2710099 STATION 
SWAIN 
TIE, 
9069, 
161.000 
KV

42762400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 105 0

2215253 01,CAPACI
TOR BANK 
66.0 KV

CAPACITO
R

2893296 CAPACITO
R BANK 01, 
66.0 KV, 
21,600.0 
KVAR

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 OFF

2260960 12B4,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261476 12B4,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2261477 12B4,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 Neutral Neutral

2272961 BREAKER 
GAS, 
Unknown 
PH, 66.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900208 BREAKER 
9440, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0
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2272962 BREAKER 
GAS, 
Unknown 
PH, 66.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900209 BREAKER 
9430, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2272963 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900210 BREAKER 
6.6KV 
FEEDER 
(9234), 6.6 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0 0 0 0

2274053 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901250 BREAKER 
CBK 1 BRK 
(9414), 
66.0 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2274054 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901251 BREAKER 
9480, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2274055 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901252 BREAKER 
9470, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

M-100 Sub 163 
PSDR2-2



2274056 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901253 BREAKER 
9420, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2274057 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901254 BREAKER 
9410, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2450122 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2900207 BREAKER 
TUCKASEE
GEE TIE 
(9510), 
161.0 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2464194 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894995 RECLOSER 
OCR9828 
(1202), 
12.47 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2872302 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS

RECLOSER 2894994 RECLOSER 
OCR9818 
(1201), 
12.47 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

42761828 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 0 0

2215253 01,CAPACI
TOR BANK 
66.0 KV

CAPACITO
R

2893296 CAPACITO
R BANK 01, 
66.0 KV, 
21,600.0 
KVAR

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 322 OFF

M-100 Sub 163 
PSDR2-2



2260960 12B4,REGU
LATOR 
1PH,PHASE 
X, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L04 R11

2261476 12B4,REGU
LATOR 
1PH,PHASE 
Y, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L05 R12

2261477 12B4,REGU
LATOR 
1PH,PHASE 
Z, 12.47 
KV, 7,620.0 
KV, 250.0 
KVA

REGULATO
R

2893589 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 L06 R10

2272961 BREAKER 
GAS, 
Unknown 
PH, 66.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900208 BREAKER 
9440, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 332 0

2272962 BREAKER 
GAS, 
Unknown 
PH, 66.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900209 BREAKER 
9430, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 337 0

2272963 BREAKER 
OIL, 
Unknown 
PH, 6.900 
KV, 0.0 KV, 
3,000.0 
AMPS, 0.0 
KA, 0.0 
CYCLES

CIRCUIT 
BREAKER

2900210 BREAKER 
6.6KV 
FEEDER 
(9234), 6.6 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 332 0 58 58 57

M-100 Sub 163 
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2274053 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901250 BREAKER 
CBK 1 BRK 
(9414), 
66.0 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 322 0

2274054 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901251 BREAKER 
9480, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 186 0

2274055 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901252 BREAKER 
9470, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 77 0

2274056 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901253 BREAKER 
9420, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 98 0

2274057 BREAKER 
GAS, 
Unknown 
PH, 72.000 
KV, 0.0 KV, 
1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2901254 BREAKER 
9410, 66.0 
KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 166 0

M-100 Sub 163 
PSDR2-2



2450122 BREAKER 
GAS, 
Unknown 
PH, 
161.000 
KV, 0.0 KV, 
2,000.0 
AMPS, 
63.0 KA, 
0.0 CYCLES

CIRCUIT 
BREAKER

2900207 BREAKER 
TUCKASEE
GEE TIE 
(9510), 
161.0 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 46 0

2464194 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894995 RECLOSER 
OCR9828 
(1202), 
12.47 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 32 0

2872302 RECLOSER 
OIL, 13.0 
KV, 560.0 
AMPS

RECLOSER 2894994 RECLOSER 
OCR9818 
(1201), 
12.47 KV

2710847 STATION 
THORPE 
HYDRO, 
9000, 
161.0 KV

43130813 NORMAL 
STATION 
INSPECTIO
N - 
THORPE 
HYDRO

CLOSE TD-NC-SC DEC CWS65 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 29 0

2215392 01,CAPACI
TOR BANK 
161.0 KV

CAPACITO
R

2893400 CAPACITO
R BANK 01, 
161.0 KV, 
54,000.0 
KVAR

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 465 OFF

2215648 02,CAPACI
TOR BANK 
161.0 KV

CAPACITO
R

3016313 CAPACITO
R BANK 02, 
161.0 KV, 
54,000.0 
KVAR

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 238 OFF

2279806 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906420 BREAKER 
PCB 42, 
161.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 760 0

2280016 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906613 BREAKER 
PCB 52, 
161.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 932 0

M-100 Sub 163 
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2280310 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906877 BREAKER 
PCB 32, 
161.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1158 0

2280414 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906974 BREAKER 
PCB 41, 
161.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1065 0

2280500 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907053 BREAKER 
PCB 13, 
230.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1076 0

2280528 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907076 BREAKER 
PCB 23, 
230.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 958 0

2280709 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907240 BREAKER 
PCB 51, 
161.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 732 0

2280714 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 
37.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907245 BREAKER 
PCB 31, 
230.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 837 0

2280899 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2907422 BREAKER 
PCB 22, 
230.0 KV

2711065 STATION 
TUCKASE
GEE TIE, 
1684, 
230.0 KV

42763512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1236 0

M-100 Sub 163 
PSDR2-2



2260981 12B1,REGU
LATOR 
1PH,PHASE 
A, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893609 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 L02

2260982 12B1,REGU
LATOR 
1PH,PHASE 
B, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893609 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L04

2260983 12B1,REGU
LATOR 
1PH,PHASE 
C, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893609 REGULATO
R 
12B1,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L15 L08

2260984 12B2, 
REGULATO
R 1PH, 
PHASE C, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893610 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L04

2261132 12B 
(1203),REG
ULATOR 
1PH,PHASE 
A, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893610 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 L04

2261160 STOCK 
REGULATO
RS,REGULA
TOR 
1PH,PHASE 
B, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893610 REGULATO
R 
12B2,PHAS
E 0.0, 0.0 
KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L04

2262133 RECLOSER 
VAC

RECLOSER 2894965 RECLOSER 
OCR45828 
(1202), 
12.47 KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 12 0

2262134 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS, 
12.0 KA

RECLOSER 2894966 RECLOSER 
OCR45838 
(1203), 
12.47 KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 1 0

M-100 Sub 163 
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2262181 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2895004 RECLOSER 
OCR45818 
(1201), 
12.47 KV

2709262 STATION 
W 
FRANKLI
N RET, 
9034, 
66.0 KV

42763348 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 3 0

20823412 BREAKER 
GAS, 72.5 
KV, 1,200.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

2900232 BREAKER 
CBK 1 BRK 
(47424), 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 71 0 156 156 155

2215909 01, 
CAPACITO
R BANK 
0.000 KV

CAPACITO
R

2893248 CAPACITO
R BANK 01, 
0.0 KV, 
19,200.0 
KVAR

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 .312 OFF

2215910 02 CAPACITO
R

2893249 CAPACITO
R BANK 02, 
0.0 KV, 
19,200.0 
KVAR

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 71 OFF

2259180 12B4,REGU
LATOR 
1PH,PHASE 
X, 7,200.0 
KV, 7,200.0 
KV, 889.0 
KVA

REGULATO
R

2893677 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L07 L06

2259181 12B4,REGU
LATOR 
1PH,PHASE 
Y, 7,200.0 
KV, 7,200.0 
KV, 889.0 
KVA

REGULATO
R

2893677 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L11 L02

2259182 12B4,REGU
LATOR 
1PH,PHASE 
Z, 7,200.0 
KV, 7,200.0 
KV, 889.0 
KVA

REGULATO
R

2893677 REGULATO
R 
12B4,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L03

2260943 12B3,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893611 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral
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2261075 12B3,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 509.0 
KVA

REGULATO
R

2893611 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 R03

2261175 12B3,REGU
LATOR 
1PH,PHASE 
B, 13.2 KV, 
7,620.0 KV, 
509.0 KVA

REGULATO
R

2893611 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L10 Neutral

2262118 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 3174927 RECLOSER 
OCR90358
28 (1202), 
12.47 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 24 1

2262152 RECLOSER 
VAC

RECLOSER 2894981 RECLOSER 
OCR47838 
(1203), 
12.47 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 55 0

2262153 RECLOSER 
VAC

RECLOSER 2894982 RECLOSER 
OCR47848 
(1204), 
12.47 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 22 1

2262163 RECLOSER 
OIL, 13.0 
KV, 800.0 
AMPS

RECLOSER 2894982 RECLOSER 
OCR47848 
(1204), 
12.47 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 22 1

2272982 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900228 BREAKER 
47480, 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 168 0

2272983 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900229 BREAKER 
47460, 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 490 2
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2272984 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900230 BREAKER 
47470, 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 278 0

2272985 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900231 BREAKER 
47420, 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 450 0

2272987 BREAKER, 
GAS, 
Unknown 
PH, 66 KV, 
72.5 KV, 
1200 
AMPS, 
31.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900233 BREAKER 
47410, 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 433 0

2273341 BREAKER, 
GAS, 
Unknown 
PH, 72 KV, 
72.5 KV, 
1200 
AMPS, 40 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

2900572 BREAKER 
CBK 2 BRK 
(47414), 
66.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 312 0

2279789 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906406 BREAKER 
47540, 
161.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 926 0

2279794 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 25 
KA, 0 
CYCLES

CIRCUIT 
BREAKER

2906410 BREAKER 
47550, 
161.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 698 0

2280086 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906675 BREAKER 
47530, 
161.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 532 0
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2280349 BREAKER, 
OIL, 
Unknown 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2906914 BREAKER 
47560, 
161.0 KV

2708474 STATION 
WEBSTE
R TIE, 
9035, 
230.0 KV

42764865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 666 0

2261097 12B3,REGU
LATOR 
1PH,PHASE 
Y, 7,620.0 
KV, 416.0 
KVA

REGULATO
R

2893518 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L12 R03

2261100 12B3,REGU
LATOR 
1PH,PHASE 
Z, 7,620.0 
KV, 416.0 
KVA

REGULATO
R

2893518 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L09 L01

2261261 12B3,REGU
LATOR 
1PH,PHASE 
X, 7,620.0 
KV, 416.0 
KVA

REGULATO
R

2893518 REGULATO
R 
12B3,PHAS
E 0.0, 0.0 
KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 L08 R02

2262184 RECLOSER 
VAC

RECLOSER 2894958 RECLOSER 
OCR36818 
(1201), 
12.47 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 150 0

2273061 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900299 BREAKER 
36540, 
161.0 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 231 0

2273062 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900300 BREAKER 
36560, 
161.0 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 296 0
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2273063 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900301 BREAKER 
36550, 
161.0 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 368 0

2273064 BREAKER, 
GAS, 
Unknown 
PH, 161 
KV, 169 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

2900302 BREAKER 
36530, 
161.0 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 308 0

2842730 RECLOSER 
UNKNOW
N, 13.000 
KV, 800.0 
AMPS

RECLOSER 2894959 RECLOSER 
OCR51848 
(1202), 
12.47 KV

2708742 STATION 
WESTS 
MILL TIE, 
9022, 
161.0 KV

42763933 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEC CWS65 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/31/2021 30 0

8682116 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627451 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540224 STATION 
BAHAM
A 230KV, 
T4555, 
230.0 KV

42765373 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1006

8683367 BREAKER, 
VAC, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628702 BREAKER 
BPN 1 
ROUGEMO
NT 24KV 
CB, 24.0 
KV

15540224 STATION 
BAHAM
A 230KV, 
T4555, 
230.0 KV

42765373 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1721

20575364 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627438 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540747 STATION 
BAILEY 
230KV, 
T5450, 
230.0 KV

42766481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 171

8679611 BREAKER, 
VAC, ABC 
PH, 26 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624946 BREAKER 
BPN 2 
BAILEY 23K 
CB, 26.0 
KV

15540747 STATION 
BAILEY 
230KV, 
T5450, 
230.0 KV

42766481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1449
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8684265 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629600 BREAKER 
BPN 3 
HWY. 264 
23KV CB, 
23.0 KV

15540747 STATION 
BAILEY 
230KV, 
T5450, 
230.0 KV

42766481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 964

8684307 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629642 BREAKER 
BPN 1 
MOUNT 
PLEASANT 
23KV CB, 
23.0 KV

15540747 STATION 
BAILEY 
230KV, 
T5450, 
230.0 KV

42766481 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1416

8682083 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627418 BREAKER 
HENDERSO
N VP KERR 
DAM 115 
LINE CB, 
115.000 KV

15540548 STATION 
BULLOCK
SVILLE 
SOLAR 
115KV 
SW STA, 
T4929, 
115.000 
KV

42761646 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 192

20305793 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41558519 BREAKER 
24CB21 
CORPORAT
E CENTER 
24KV CB, 
24.000 KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 156

20318287 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41558520 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
24.000 KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 254

20318289 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623489 BREAKER 
24CB12 
TRINITY 
ROAD 
24KV CB, 
24.000 KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 152

8682394 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627729 BREAKER 
24CB13 
SAS 24KV 
CB, 24.0 
KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 290

M-100 Sub 163 
PSDR2-2



8683346 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628681 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 341

8683803 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629138 BREAKER 
24CB11 
CAMPUS 
DRIVE 
24KV CB, 
24.0 KV

15540601 STATION 
CARY 
TRENTO
N ROAD 
230KV, 
T4610, 
230.0 KV

42766478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181

8678717 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624052 BREAKER 
24CB13 
HOLLISTER 
24KV CB, 
24.0 KV

15540575 STATION 
CASTALI
A 230KV, 
T6040, 
230.000 
KV

42766061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 270

8682403 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627738 BREAKER 
24CB12 
MATTHEW
S 
CROSSROA
DS 24KV 
CB, 24.0 
KV

15540575 STATION 
CASTALI
A 230KV, 
T6040, 
230.000 
KV

42766061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 378

8683360 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628695 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540575 STATION 
CASTALI
A 230KV, 
T6040, 
230.000 
KV

42766061 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 274

20659672 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623327 BREAKER 
BPN 2 
FARRIOR 
HILLS 23KV 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159

20682371 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628850 BREAKER 
BPN 6 
SWEETBRI
AR 23KV 
CB, 23.000 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1057

M-100 Sub 163 
PSDR2-2



8678975 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624310 BREAKER 
FALLS 
115KV CB, 
115.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 222911 0

8679289 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15624624 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 555

8680367 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625702 BREAKER 
BPN 13 
QUAIL 
RIDGE 
23KV CB, 
23.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2474 0

8680614 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625949 BREAKER 
BPN 8 
HICKORY 
HILLS 23KV 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1687 0

8680821 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626156 BREAKER 
BPN 1 
SPRING 
FOREST 
23KV CB, 
23.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 449 0

8681309 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626644 BREAKER 
BPN 10 
NORTH 
CLIFF 23KV 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2154 0

M-100 Sub 163 
PSDR2-2



8683010 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628345 BREAKER 
BPN 7 
NORTH 
CHASE 
23KV CB, 
23.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 598

8683144 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628479 BREAKER 
BPN 12 
SANDY 
FORKS 
23KV CB, 
23.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2040 0

8683484 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628819 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3147 0

8683544 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628879 BREAKER 
BPN 3 
NORTH 
GLEN 23KV 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 133 0

8683941 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 12 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629276 BREAKER 
#4 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 533

8684019 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629354 BREAKER 
BPN 11 
COUNTRY 
CLUB 24KV 
CB, 24.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2061 0

8684077 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629412 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 650

M-100 Sub 163 
PSDR2-2



8684572 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629907 BREAKER 
MILBURNI
E 115KV 
CB, 115.0 
KV

15540062 STATION 
CHESTN
UT HILLS 
115KV, 
T4620, 
115.000 
KV

42766207 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 123 0

8677969 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623304 BREAKER 
CB22, 
230KV 
REACTOR 
CB, 230.0 
KV

15540887 STATION 
CONCOR
D 230KV, 
T5225, 
230.000 
KV

42765883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 215 0

8679906 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625241 BREAKER 
115CB1, 
ROXBORO 
115KV CB, 
115.0 KV

15540887 STATION 
CONCOR
D 230KV, 
T5225, 
230.000 
KV

42765883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 477 0

8679931 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625266 BREAKER 
CB23, 
230KV CB, 
ROXBORO 
SE PLANT 
LINE, 230.0 
KV

15540887 STATION 
CONCOR
D 230KV, 
T5225, 
230.000 
KV

42765883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 406 0

8680899 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626234 BREAKER 
CB21, 
230KV CB, 
AEP EAST 
DANVILLE 
LINE, 230.0 
KV

15540887 STATION 
CONCOR
D 230KV, 
T5225, 
230.000 
KV

42765883 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 363 0

8677609 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622944 BREAKER 
#1 13.8KV 
REACTOR 
BANK  CB, 
13.0 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3864

8678968 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15624303 BREAKER 
MAYO 
500KV LINE 
CB, 500.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 82 0

M-100 Sub 163 
PSDR2-2



8678969 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15624304 BREAKER 
WAKE 
500KV LINE 
CB, 500.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 98 0

8678987 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 3 
CYCLES

CIRCUIT 
BREAKER

15624322 BREAKER 
METHOD 
230KV CB, 
230.0 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197 0

8679253 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626225 BREAKER 
DPCO EAST 
DURHAM 
230KV 
CB11, 
230.000 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 148 0

8679879 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15625214 BREAKER 
MAYO 
PLANT-
WAKE 
500KV TIE 
CB, 500.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 92 0

8679909 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625244 BREAKER 
FALLS 
230KV LINE 
CB8, 230.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 279 0

8680900 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626235 BREAKER 
DPC E. 
DURHAM 
230KV-#1-
230KV BUS 
TIE CB9, 
230.0 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 284 0

8681810 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 3 
CYCLES

CIRCUIT 
BREAKER

15627145 BREAKER 
RTP 230KV 
CB, 230.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 407 0

M-100 Sub 163 
PSDR2-2



8681815 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627150 BREAKER 
#1-
500/230KV 
BANK - #2-
230KV BUS 
230KV CB, 
230.0 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 241 0

8682709 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628044 BREAKER 
FALLS 
230KV-
METHOD 
230KV TIE 
CB, 230.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197 0

8683645 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628980 BREAKER 
RTP 230KV-
#1-230KV 
BUS 230KV 
TIE CB, 
230.0 KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 264 0

8683646 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628981 BREAKER 
#1-
500/230KV 
CB3 TO #1 
BUS, 230.0 
KV

15540886 STATION 
DURHA
M 
500KV, 
T4664, 
500.000 
KV

42766035 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 258 0

8678806 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624141 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540946 STATION 
ELM CITY 
115KV, 
T5680, 
115.0 KV

42765690 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3563 2

8680573 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625908 BREAKER 
BPN 1 ELM 
CITY 23KV 
CB, 23.0 
KV

15540946 STATION 
ELM CITY 
115KV, 
T5680, 
115.0 KV

42765690 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0 0

8682935 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628270 BREAKER 
LOW SIDE 
GENERATI
ON 
SWITCHYA
RD, 25.0 
KV

15539797 STATION 
ELM CITY 
SOLAR 
FACILITY 
115KV 
SW STA, 
T6086, 
115.000 
KV

42766416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 000

M-100 Sub 163 
PSDR2-2



8683812 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629147 BREAKER 
115CB1 
ROCKY 
MOUNT - 
WILSON 
115KV LINE 
CB, 115.0 
KV

15539797 STATION 
ELM CITY 
SOLAR 
FACILITY 
115KV 
SW STA, 
T6086, 
115.000 
KV

42766416 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 144 0

20459068 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41975499 BREAKER 
115CB9, 
FALLS 115 
BUS TIE, 
115.000 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 200 1

8677536 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622871 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 591

8677812 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623147 BREAKER 
FRANKLINT
ON 115KV 
CB, 115.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 404 1

8678541 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623876 BREAKER 
24CB11 
WAKEFIEL
D 24KV CB, 
24.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 233

8679010 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624345 BREAKER 
ROXBORO 
PLT 230KV 
LINE, 
NORTH 
BUS, CB 
29, 230.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 228 0

M-100 Sub 163 
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8679415 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624750 BREAKER 
24CB13 
FOREST 
PINES 
24KV CB, 
24.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 363

8679585 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624920 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 438 1

8680377 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625712 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 214

8680831 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626166 BREAKER 
DURHAM 
500KV 
230KV CB, 
230.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 277 1

8681147 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626482 BREAKER 
NORTH-
SOUTH 
BUS TIE 
115KV CB, 
115.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 150 0

8681524 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626859 BREAKER 
CHESTNUT 
HILLS 
115KV CB, 
115.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 475 5

M-100 Sub 163 
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8681525 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626860 BREAKER 
METHOD 
115KV CB, 
115.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 530 6

8681828 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627163 BREAKER 
MILBURNI
E 230KV 
CB, 230.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 109 0

8682263 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627598 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 655 15

8682761 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628096 BREAKER 
24CB12 
RICHLAND 
CREEK 
24KV CB, 
24.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 573

8682910 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628245 BREAKER 
NORTH-
SOUTH 
230KV BUS 
#2 TIE 
BREAKER 
#23, 230.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 156 1

8683342 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628677 BREAKER 
HENDERSO
N 115KV 
CB, 115.0 
KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 503 0

M-100 Sub 163 
PSDR2-2



8683861 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629196 BREAKER 
#2 
230/115 
KV BANK 
BREAKER, 
115.0 KV

15540264 STATION 
FALLS 
230KV, 
T4686, 
230.000 
KV

42766494 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 145 0

20294925 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626204 BREAKER 
BPN 1 
MITCHINE
RS 
CROSSROA
DS 23KV 
CB, 23.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 149

20294926 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629595 BREAKER 
BPN 2 
COLLEGE 
STREET 
23KV CB, 
23.0 KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

20307188 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628893 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 148

8678639 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623974 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1756 0

8679746 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625081 BREAKER 
CB5, 
HENDERSO
N EAST 
115KV LINE 
CB, 115.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 244 0

8680736 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626071 BREAKER 
CB6, FALLS 
EAST 
115KV LINE 
CB, 115.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 174 0

M-100 Sub 163 
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8681843 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627178 BREAKER 
SPRING 
HOPE SW. 
STA. 115KV 
CB, 115.0 
KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 239 0

8682701 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628036 BREAKER 
HENDERSO
N 115KV 
WEST CB, 
115.0 KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 847 0

8683638 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628973 BREAKER 
FALLS 
115KV 
WEST CB, 
115.0 KV

15540921 STATION 
FRANKLI
NTON 
115KV, 
T4700, 
115.000 
KV

42765657 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 961 0

8679371 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624706 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540035 STATION 
FRANKLI
NTON 
NOVO 
115KV, 
T4705, 
115.0 KV

42766403 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1657

20241569 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41333362 BREAKER 
115CB1, 
SPRING 
HOPE - 
ZEBULON 
115KV 
LINE, 
115.000 KV

15539799 STATION 
FRAZIER 
SOLAR 
115 KV 
SW STA, 
T6755, 
115.000 
KV

42761629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169 1

20702451 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627556 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 136

20872084 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628442 BREAKER 
BPN 9 
MASON 
STREET 
23KV CB, 
23.000 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

M-100 Sub 163 
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8677789 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623124 BREAKER 
BPN 3 
CYPRESS 
DRIVE 
23KV CB, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1458

8678976 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624311 BREAKER 
ROXBORO 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 881 0

8679051 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624386 BREAKER 
BPN 4 
HENDERSO
N WEST 
23KV CB, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 68 1

8679177 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624512 BREAKER 
115KV 
CAPACITO
R BANK 
CB, CB18, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1324 0

8679364 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624699 BREAKER 
BPN 1 
CHESTNUT 
23KV CB, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 121 0

8680877 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626212 BREAKER 
KERR DAM 
(VP) 115KV 
CB, 115.0 
KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1056 0

8680878 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626213 BREAKER 
FRANKLINT
ON WEST 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 634 0

M-100 Sub 163 
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8681590 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626925 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 700

8682121 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 717 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627456 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2218

8682144 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627479 BREAKER 
BPN 8 MILL 
23KV VCB, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 372

8683085 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628420 BREAKER 
BPN 7 
CLARK 
23KV CB, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1232 0

8683125 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628460 BREAKER 
#3 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 130

8683603 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628938 BREAKER 
FRANKLINT
ON EAST 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 815 0

8683604 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 
3000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628939 BREAKER 
#1 & #2 
115/23KV 
BANKS 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 49 0

M-100 Sub 163 
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8683906 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629241 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539804 STATION 
HENDER
SON 
230KV, 
T4790, 
230.000 
KV

42766410 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 236 0

20319779 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624080 BREAKER 
BPN 1 
EAST 
ANDREWS 
23KV CB, 
23.000 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 205

20348509 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624361 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 142

20377479 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627171 BREAKER 
BPN 3 OAK 
23KV CB, 
23.000 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 168

20393111 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 0 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629539 BREAKER 
BPN 5 
GILLBURG 
23KV CB, 
23.000 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 157

8677506 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622841 BREAKER 
BPN 6 
FACET 
ROAD 
23KV, 23.0 
KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 220

8678364 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627642 BREAKER 
BPN 4 
BEARPOND 
23KV CB, 
23.0 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 163
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8680641 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS

CIRCUIT 
BREAKER

15625976 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8681081 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629448 BREAKER 
BPN 2 
HWY #1 
NORTH 
23KV CB, 
23.000 KV

15539689 STATION 
HENDER
SON 
EAST 
230KV, 
T4785, 
230.000 
KV

42765290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 200

20475306 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627190 BREAKER 
BPN 3 
FARM 
STREET 
24KV CB, 
24.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 216

8677974 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623309 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4053

8679336 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624671 BREAKER 
BPN 5 
GREYSTON
E 24KV CB, 
24.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 454

8680520 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625855 BREAKER 
BPN 2 
GARNETT 
24KV CB, 
24.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 192

8682753 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628088 BREAKER 
BPN-1 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 337

M-100 Sub 163 
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8684258 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629593 BREAKER 
BPN 4 
WILLIAMS
BORO 
24KV CB, 
24.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 9

8684364 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629699 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540617 STATION 
HENDER
SON 
NORTH 
115KV, 
T4770, 
115.0 KV

42766006 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 353

8678563 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623898 BREAKER 
24CB11 
SQUARE-D 
24KV CB, 
24.0 KV

15540813 STATION 
KNIGHT
DALE 
SQUARE 
D 230KV, 
T4852, 
230.0 KV

42765478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 274

8679626 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624961 BREAKER 
24CB14 
EAGLE 
ROCK 24KV 
CB, 24.0 
KV

15540813 STATION 
KNIGHT
DALE 
SQUARE 
D 230KV, 
T4852, 
230.0 KV

42765478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 363

8680603 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625938 BREAKER 
24CB13 
MIDWAY 
24KV CB, 
24.0 KV

15540813 STATION 
KNIGHT
DALE 
SQUARE 
D 230KV, 
T4852, 
230.0 KV

42765478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 268

8684092 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629427 BREAKER 
24CB12 
WIDEWAT
ERS 24KV 
CB, 24.0 
KV

15540813 STATION 
KNIGHT
DALE 
SQUARE 
D 230KV, 
T4852, 
230.0 KV

42765478 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 350

M-100 Sub 163 
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20738095 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628494 BREAKER 
BPN 1 
BECKANA 
12KV CB, 
12.0 KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

20790639 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625950 BREAKER 
BPN 3 
LASSITER 
MILL 12KV 
CB, 12.000 
KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 161

8678275 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623610 BREAKER 
BPN 6, 
NORTH 
HILLS 12KV 
CB, 25.0 
KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

8681073 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626408 BREAKER 
BPN 2, 
COLEY 
FOREST 
12KV CB, 
25.0 KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 239

8681074 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626409 BREAKER 
BPN 4, 
OMEGA 
12KV CB, 
25.0 KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 153

8682752 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628087 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 690

8682858 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628193 BREAKER 
BPN 7, 
CURRITUC
K 12KV CB, 
25.0 KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 196

M-100 Sub 163 
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8684052 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629387 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1077

8684754 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630089 BREAKER 
BPN 5 
DREWRY 
HILLS 12KV 
CB1, 25.0 
KV

15540619 STATION 
LAKESTO
NE 
115KV, 
T4870, 
115.000 
KV

42766509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181

8678401 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623736 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2878

8679211 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624546 BREAKER 
24CB28, 
CAPACITO
R BANK, 
24KV CB, 
25.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 47

8680134 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625469 BREAKER 
24CB21 
WILDWOO
D 24KV CB, 
25.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 236

8680822 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626157 BREAKER 
BPN 3 RAY 
ROAD 
23KV CB, 
23.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 10477 0

M-100 Sub 163 
PSDR2-2



8681137 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626472 BREAKER 
24CB23 
DOMINION 
PARK 24KV 
CB, 25.0 
KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 218

8681138 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626473 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 173

8681737 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627072 BREAKER 
BPN 2 
MACON 
ROAD 
23KV CB, 
23.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 961 2

8682588 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627923 BREAKER 
BPN 1 
WOOD 
VALLEY 
23KV CB, 
23.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1010 5

8683368 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628703 BREAKER 
BPN 5 
BAILEYWIC
K ROAD 
23KV CB, 
23.0 KV

15540744 STATION 
LEESVILL
E WOOD 
VALLEY 
230KV, 
T5165, 
230.0 KV

42765327 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1436

8677481 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622816 BREAKER 
BPN 1 
LITTLETON 
23KV CB, 
23.0 KV

15539867 STATION 
LITTLETO
N 115KV, 
T4915, 
115.000 
KV

42765560 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 329

M-100 Sub 163 
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8678947 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
600 AMPS, 
12 KA, 8 
CYCLES

CIRCUIT 
BREAKER

15624282 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539867 STATION 
LITTLETO
N 115KV, 
T4915, 
115.000 
KV

42765560 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4571 0

20641198 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626629 BREAKER 
BPN 1 
LOUISBUR
G CITY 
23KV CB, 
23.000 KV

15540054 STATION 
LOUISBU
RG 
115KV, 
T4930, 
115.000 
KV

42766214 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 173

20641199 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626884 BREAKER 
BPN 4 
INDUSTRIA
L 23KV CB, 
23.000 KV

15540054 STATION 
LOUISBU
RG 
115KV, 
T4930, 
115.000 
KV

42766214 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176

20641200 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629782 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540054 STATION 
LOUISBU
RG 
115KV, 
T4930, 
115.000 
KV

42766214 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 167

8678764 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624099 BREAKER 
BPN 5 
INGLESIDE 
23KV CB, 
23.0 KV

15540054 STATION 
LOUISBU
RG 
115KV, 
T4930, 
115.000 
KV

42766214 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 335

8678833 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624168 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540054 STATION 
LOUISBU
RG 
115KV, 
T4930, 
115.000 
KV

42766214 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 722

20267090 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41381793 BREAKER 
115CB1, 
FRANKLINT
ON - 
SPRING 
HOPE SW 
STA LINE, 
115.000 KV

15541135 STATION 
LOUISBU
RG FOX 
CREEK 
SOLAR 
115KV 
SW ST, 
T4928, 
115.000 
KV

42765209 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 191

M-100 Sub 163 
PSDR2-2



8677981 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623316 BREAKER 
DURHAM 
500KV CB, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

42761986 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0 0

8680130 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15626081 BREAKER 
#1 UNIT 
500KV CB, 
500.00000
00000 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

42761986 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 157 0

8680748 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626083 BREAKER 
PERSON 
500KV CB, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

42761986 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 123 0

8682575 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627910 BREAKER 
DURHAM - 
PERSON 
500KV 
CKTBRK, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

42761986 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 124 0

M-100 Sub 163 
PSDR2-2



8677981 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623316 BREAKER 
DURHAM 
500KV CB, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

43130861 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/9/2021 87 0

8680130 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15626081 BREAKER 
#1 UNIT 
500KV CB, 
500.00000
00000 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

43130861 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/9/2021 157 0

8680748 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626083 BREAKER 
PERSON 
500KV CB, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

43130861 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/9/2021 124 0

8682575 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627910 BREAKER 
DURHAM - 
PERSON 
500KV 
CKTBRK, 
500.0 KV

15540123 STATION 
MAYO S. 
E. 
PLANT, 
T4995, 
500.000 
KV

43130861 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/9/2021 125 0

8677595 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622930 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4510 0

M-100 Sub 163 
PSDR2-2



8677641 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622976 BREAKER 
BPN 5 
CORINTH 
23KV CB, 
23.0 KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 615

8680248 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625583 BREAKER 
BPN 4 RED 
OAK 23KV 
CB, 23.0 
KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 315

8681746 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627081 BREAKER 
BPN 2 
NASHVILLE 
23KV CB, 
23.0 KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1298 0

8682253 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627588 BREAKER 
BPN 3 
HUNTER 
HILL 23KV 
CB, 23.0 
KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1601 0

8683624 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628959 BREAKER 
BPN 1 
WEST 
NASHVILLE 
23KV CB, 
23.0 KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1959 2

8684001 BREAKER, 
VAC, ABC 
PH, 23 KV, 
23 KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629336 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540954 STATION 
NASHVIL
LE 
115KV, 
T5900, 
115.0 KV

42765729 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 322

8678978 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624313 BREAKER 
BPN 1 
FALLS 
ROAD 
23KV CB, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2835 0

M-100 Sub 163 
PSDR2-2



8680880 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626215 BREAKER 
BPN 2 
POSSUM 
TRACK 
23KV CB, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2590 2

8681311 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626646 BREAKER 
BPN 3 
BEDFORD 
23KV CB, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1484 1

8682190 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627525 BREAKER 
BPN 4 
DUNN 
ROAD 
23KV CB, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1854 1

8682215 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627550 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1400

8683043 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628378 BREAKER 
BPN 5 
NEUSE 
23KV CB, 
23.0 KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 98

8684101 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629436 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15541017 STATION 
NEUSE 
115KV, 
T5060, 
115.0 KV

42765943 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4452 16

8678551 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623886 BREAKER 
#2 24KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
35.0 KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 435

M-100 Sub 163 
PSDR2-2



8678727 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624062 BREAKER 
BPN 3 
STOVALL 
24KV CB, 
24.0 KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 84 0

8680531 BREAKER, 
VAC, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625866 BREAKER 
BPN 4 
BEREA 
24KV CB, 
24.0 KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1135

8680575 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625910 BREAKER 
BPN 1 
OXFORD 
EAST 24KV 
CB, 24.0 
KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 446 0

8680576 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625911 BREAKER 
BPN 2 
ORPHANA
GE 24KV 
CB, 24.0 
KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 207 0

8681622 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626957 BREAKER 
BPN 6 
WAKE EMC 
24KV CB, 
24.0 KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 869 0

8683948 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629283 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 541

8683955 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629290 BREAKER 
BPN 5 
CORNWAL
L 24KV 
VCB, 24.0 
KV

15539695 STATION 
OXFORD 
NORTH 
230KV, 
T5090, 
230.000 
KV

42765669 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 494

M-100 Sub 163 
PSDR2-2



20856207 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627895 BREAKER 
BPN 1 
FISHING 
CREEK 
23KV CB, 
23.0 KV

15540249 STATION 
OXFORD 
SOUTH 
230KV, 
T5085, 
230.000 
KV

42765222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 158

20856208 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625662 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540249 STATION 
OXFORD 
SOUTH 
230KV, 
T5085, 
230.000 
KV

42765222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 142

20859053 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626058 BREAKER 
BPN 2 
STEM 23KV 
CB, 23.000 
KV

15540249 STATION 
OXFORD 
SOUTH 
230KV, 
T5085, 
230.000 
KV

42765222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 152

20867994 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623951 BREAKER 
BPN 3 
PINETREE 
ROAD 
23KV CB, 
23.000 KV

15540249 STATION 
OXFORD 
SOUTH 
230KV, 
T5085, 
230.000 
KV

42765222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 170

20877515 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622886 BREAKER 
BPN 4 
INDUSTRIA
L 23KV CB, 
23.000 KV

15540249 STATION 
OXFORD 
SOUTH 
230KV, 
T5085, 
230.000 
KV

42765222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 154

20843212 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

44287968 BREAKER 
500CB39, 
MAYO 
PLANT 
500KV 
LINE, 
500.000 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99 0

M-100 Sub 163 
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20843213 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

44287969 BREAKER 
500CB41, 
MAYO 
PLANT 
500KV 
LINE, 
500.000 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99 0

8677691 BREAKER, 
VAC, ABC 
PH, 13 KV, 
16 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623026 BREAKER 
#6 
REACTOR 
BANK 
13.8KV CB, 
14.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 384

8678003 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623338 BREAKER 
ROXBORO 
PLT 
MILBURNI
E 230KV 
TIE CB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2 0

8678076 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623411 BREAKER 
MILBURNI
E-SOUTH 
BUS 230KV 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 323 0

8678189 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623524 BREAKER 
HYCO LAKE 
24CB13, 
24.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

8679874 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625209 BREAKER 
ROXBORO 
PLT HYCO-
SEDGE HILL 
230KV TIE 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 521 0

8679885 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625220 BREAKER 
ROCKY 
MOUNT 
230KV CB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 325 0

M-100 Sub 163 
PSDR2-2



8680423 BREAKER, 
VAC, ABC 
PH, 13 KV, 
16 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625758 BREAKER 
#5 
REACTOR 
BANK 
13.8KV CB, 
14.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 307

8680863 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626198 BREAKER 
HENDERSO
N-ROCKY 
MOUNT 
230KV TIE 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 476 0

8680864 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626199 BREAKER 
#2 BANK-
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 263 0

8681758 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627093 BREAKER 
ROXBORO 
PLANT 
CEFFO 
230KV CB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 327 0

8681888 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627223 BREAKER 
TRANSFER 
BUS 24KV 
24CB19, 
24.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 164

8682552 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627887 BREAKER 
SEDGE HILL 
230KV CB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 281 0

8682643 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627978 BREAKER 
ROXBORO 
PLANT 
HYCO 
230KV CB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 339 0

M-100 Sub 163 
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8683214 BREAKER, 
VAC, ABC 
PH, 13 KV, 
16 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628549 BREAKER 
#4 
REACTOR 
BANK 
13.8KV CB, 
14.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1346

8683620 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628955 BREAKER 
HENDERSO
N 230KV 
LINE GCB, 
230.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 309 0

8683723 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629058 BREAKER 
SHORE 
DRIVE 
24CB12, 
24.0 KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 177

8684397 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629732 BREAKER 
ROXBORO 
PLANT 
MIDDLE 
230KV LINE 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2 0

8684481 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629816 BREAKER 
#2 BANK-
ROXBORO 
PLT CEFFO 
230KV TIE 
CB, 230.0 
KV

15540331 STATION 
PERSON 
500KV, 
T5095, 
500.000 
KV

42765521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 430 0

8677558 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622893 BREAKER 
BPN 5 OAK 
FOREST 
23KV CB, 
23.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 213 1

8678366 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623701 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 25.000 
KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 192

M-100 Sub 163 
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8678557 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623892 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 152 0

8678565 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15623900 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8678582 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623917 BREAKER 
BPN 1 
BOULEVAR
D CENTER 
24KV CB, 
24.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 143 0

8680164 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625499 BREAKER 
24CB22 
WAKE 
FOREST 
24KV CB, 
25.000 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 254

8681185 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626520 BREAKER 
24CB23 
OAK 
FOREST 
24KV CB, 
25.000 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 213

8681411 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626746 BREAKER 
BPN 2 
MILLBROO
K 23KV CB, 
23.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 174 0

8683195 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628530 BREAKER 
BPN 4 
WAKE 
FOREST 
23KV CB, 
23.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021

8684110 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629445 BREAKER 
BPN 3 
HWY. 401 
24KV CB, 
24.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159 6

M-100 Sub 163 
PSDR2-2



8684223 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629558 BREAKER 
BPN 6 
GREEN 
23KV CB, 
23.0 KV

15539871 STATION 
PINE 
LAKE 
230KV, 
T5108, 
230.0 KV

42765320 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 150

20856019 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44311698 BREAKER 
BPN 1 ST 
ALBANS 
DRIVE 24 
KV CB, 
24.000 KV

15540250 STATION 
RALEIGH 
ATLANTI
C 
AVENUE 
115KV, 
T5113, 
115.0 KV

42765731 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 213

8678461 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623796 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540250 STATION 
RALEIGH 
ATLANTI
C 
AVENUE 
115KV, 
T5113, 
115.0 KV

42765731 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1424

8683036 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628371 BREAKER 
BPN 3 
WOLFPACK 
LANE 23KV 
CB, 23.0 
KV

15540250 STATION 
RALEIGH 
ATLANTI
C 
AVENUE 
115KV, 
T5113, 
115.0 KV

42765731 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 449

8683953 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629288 BREAKER 
BPN 2 
TARHEEL 
DRIVE 23 
KV CB, 
23.000 KV

15540250 STATION 
RALEIGH 
ATLANTI
C 
AVENUE 
115KV, 
T5113, 
115.0 KV

42765731 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 506

M-100 Sub 163 
PSDR2-2



8678731 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624066 BREAKER 
BPN 2 
CREEDMO
OR ROAD 
23KV CB, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1448

8679609 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624944 BREAKER 
BPN 4 
GLENWOO
D AVENUE 
23KV CB, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 000

8681249 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626584 BREAKER 
BPN 5 
BLUE 
RIDGE 
ROAD 
23KV CB, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 517

8681552 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626887 BREAKER 
BPN 3 
KIDDS HILL 
23KV CB, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 127

8681581 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626916 BREAKER 
BPN 1 
GLENLAKE 
23KV CB, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 248

8682117 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627452 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 396

8682166 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627501 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540821 STATION 
RALEIGH 
BLUE 
RIDGE 
230KV, 
T5122, 
230.000 
KV

42766138 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99

M-100 Sub 163 
PSDR2-2



8677525 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622860 BREAKER 
24CB13 
GLOBE 
ROAD 
24KV VCB, 
24.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 385

8679149 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624484 BREAKER 
24CB21, 
WORLD 
TRADE 
24KV CB, 
25.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 251

8680283 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625618 BREAKER 
24CB19 
TRANSFER 
VCB 24KV, 
24.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 152

8682127 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627462 BREAKER 
24CB11 
ALEXANDE
R DRIVE 
24KV CB, 
24.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 81

8682727 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628062 BREAKER 
24CB22 
ARNOLD 
PALMER 
24KV CB, 
24.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 240

8682728 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628063 BREAKER 
24CB18 #1-
24KV 
CAPACITO
R 
BREAKER, 
12.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 713

8683988 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629323 BREAKER 
24CB12 
BRIER 
CREEK 
24KV VCB, 
24.0 KV

15541019 STATION 
RALEIGH 
BRIER 
CREEK 
230KV, 
T5119, 
230.0 KV

42766003 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 269

M-100 Sub 163 
PSDR2-2



8678156 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623491 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8679582 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624917 BREAKER 
BPN 2 
RUNWAY 
LOOP 23KV 
CB, 23.0 
KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1249

8680527 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625862 BREAKER 
BPN 1 
AIRPORT 
23KV CB, 
23.0 KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 924

8682122 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 717 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627457 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4443

8682141 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627476 BREAKER 
BPN 5 
WESTGATE 
RD 23KV 
CB, 23.0 
KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 369

M-100 Sub 163 
PSDR2-2



8682174 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627509 BREAKER 
BPN 3 
UMSTEAD 
23KV CB, 
23.0 KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 933

8683506 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628841 BREAKER 
BPN 4 
HIGHWAY 
70 23KV 
CB, 23.0 
KV

15541018 STATION 
RALEIGH 
DURHA
M 
AIRPORT 
230KV, 
T5116, 
230.0 KV

42765971 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1026

8678263 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623598 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540425 STATION 
RALEIGH 
FOXCRO
FT 
230KV, 
T4692, 
230.0 KV

42765813 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 158

8680064 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625399 BREAKER 
BPN 3 
SOUTHALL 
23KV CB, 
25.0 KV

15540425 STATION 
RALEIGH 
FOXCRO
FT 
230KV, 
T4692, 
230.0 KV

42765813 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176

8680165 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625500 BREAKER 
BPN 2 
JANE LANE 
23KV CB, 
25.0 KV

15540425 STATION 
RALEIGH 
FOXCRO
FT 
230KV, 
T4692, 
230.0 KV

42765813 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 184

M-100 Sub 163 
PSDR2-2



8682052 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627387 BREAKER 
BPN 1 
BUFFALOE 
ROAD 
23KV CB, 
25.0 KV

15540425 STATION 
RALEIGH 
FOXCRO
FT 
230KV, 
T4692, 
230.0 KV

42765813 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 177

8677821 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623156 BREAKER 
24CB21 
GRESHAM 
LAKE 24KV 
CB, 24.0 
KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 292

8678432 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623767 BREAKER 
24CB11 
TRIANGLE 
TOWN 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 372

8678433 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623768 BREAKER 
24CB13 
WINDSOR 
FOREST 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 398

8681287 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626622 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2249

8681579 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626914 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 167

M-100 Sub 163 
PSDR2-2



8682301 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627636 BREAKER 
24CB22 
US# 1N 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 347

8683046 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628381 BREAKER 
24CB12 
MALLINCK
RODT 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 258

8683220 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628555 BREAKER 
24CB23 
PERRY 
CREEK 
24KV CB, 
24.0 KV

15539696 STATION 
RALEIGH 
HOMEST
EAD 
230KV, 
T5125, 
230.0 KV

42765640 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 208

8677613 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622948 BREAKER 
24CB11 
LITCHFORD 
ROAD 
24KV CB, 
24.0 KV

15539872 STATION 
RALEIGH 
HONEYC
UTT 
230KV, 
T5123, 
230.000 
KV

42766092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 434

8681359 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626694 BREAKER 
24CB12 
RAVENSCR
OFT 24KV 
CB, 24.0 
KV

15539872 STATION 
RALEIGH 
HONEYC
UTT 
230KV, 
T5123, 
230.000 
KV

42766092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 489

8681521 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626856 BREAKER 
24CB13 
HONEYCUT
T 24KV CB, 
24.0 KV

15539872 STATION 
RALEIGH 
HONEYC
UTT 
230KV, 
T5123, 
230.000 
KV

42766092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 533

M-100 Sub 163 
PSDR2-2



8684069 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629404 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
24.0 KV

15539872 STATION 
RALEIGH 
HONEYC
UTT 
230KV, 
T5123, 
230.000 
KV

42766092 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 293

8677758 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623093 BREAKER 
24CB22 
PLEASANT 
PINES 
24KV CB, 
24.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 214

8677759 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623094 BREAKER 
24CB23 
LAUREL 
MOUNTAI
N 24KV CB, 
24.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 334

8677870 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623205 BREAKER 
24CB21 
GLENDOW
ER 24KV 
CB, 24.0 
KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 288

8680178 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625513 BREAKER 
24CB13 
LYNN 
ROAD 
24KV CB, 
25.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 162

M-100 Sub 163 
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8681175 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626510 BREAKER 
24CB12 
OAK PARK 
24KV CB, 
25.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 179

8682057 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627392 BREAKER 
24CB18, 
24KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 291

8682058 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627393 BREAKER 
24CB14 
PLEASANT 
GROVE 
ROAD 
24KV CB, 
25.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 214

8682352 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627687 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 258

8682953 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628288 BREAKER 
24CB15 
SPRINGDA
LE 24KV 
CB, 25.0 
KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 404

M-100 Sub 163 
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8684772 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630107 BREAKER 
24CB11 
LEESVILLE 
ROAD 
24KV CB, 
25.0 KV

15539949 STATION 
RALEIGH 
LEESVILL
E ROAD 
230KV, 
T4910, 
230.000 
KV

42765533 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 204

20737931 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624701 BREAKER 
BPN 1 
WAKEFOR
EST RD. 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

20737932 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627511 BREAKER 
BPN 2 
GAVIN 
STREET 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 175

20737933 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627510 BREAKER 
BPN 4 FIVE 
POINTS 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 143

20737934 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625636 BREAKER 
BPN 8 
ANDERSO
N HEIGHTS 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 211

20737935 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624280 BREAKER 
BPN 18, #1 
12KV 
CAPACITO
R BANK 
CB, 12.000 
KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 142

M-100 Sub 163 
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20790643 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628424 BREAKER 
BPN 3 
AYCOCK 
STREET 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

20790644 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624702 BREAKER 
BPN 6 
BOULEVAR
D 12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 151

20790645 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622887 BREAKER 
BPN 7 
GLASCOCK 
STREET 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 161

20790646 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625932 BREAKER 
BPN 9 
ATLANTIC 
AVENUE 
12KV CB, 
12.000 KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 172

20790647 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628929 BREAKER 
BPN 28, #2 
12KV 
CAPACITO
R BANK 
CB, 12.000 
KV

15540708 STATION 
RALEIGH 
NORTHSI
DE 
115KV, 
T5131, 
115.0 KV

42765528 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 141

8678350 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623685 BREAKER 
AT 
RALEIGH 
PRISON 
FARM 
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 163

M-100 Sub 163 
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8678357 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623692 BREAKER 
AT 
RALEIGH 
PRISON 
FARM  
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 323

8680183 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625518 BREAKER 
AT 
RALEIGH 
PRISON 
FARM 
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 209

8680184 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625519 BREAKER 
AT 
RALEIGH 
PRISON 
FARM 
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 184

8681200 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626535 BREAKER 
BPN 1 
EDWARDS 
MILL RD 
23KV CB, 
25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 182

8682984 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628319 BREAKER 
AT 
RALEIGH 
PRISON 
FARM 
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 183

8683887 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629222 BREAKER 
AT 
RALEIGH 
PRISON 
FARM 
230KV 
SUBSTATIO
N, 25.0 KV

15540820 STATION 
RALEIGH 
PRISON 
FARM 
230KV, 
T5112, 
230.0 KV

42765422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 166

M-100 Sub 163 
PSDR2-2



8677734 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623069 BREAKER 
BPN 3 SIX 
FORKS 
ROAD 
23KV CB, 
23.0 KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1320 0

8681347 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626682 BREAKER 
BPN 5 
STRICKLAN
D ROAD 
23KV CB, 
23.0 KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1

8681562 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626897 BREAKER 
BPN 4 
BAYLEAF 
23KV CB, 
23.0 KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99917 0

8681732 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627067 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 370 0

8681863 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627198 BREAKER 
BPN 2 
LEADMINE 
ROAD 
23KV CB, 
23.0 KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 499 0

8682225 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627560 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 72

8682433 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627768 BREAKER 
BPN 1 
STONEBRI
DGE 23KV 
CB, 23.0 
KV

15540377 STATION 
RALEIGH 
SIX 
FORKS 
230KV, 
T5285, 
230.0 KV

42765548 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1239 0

M-100 Sub 163 
PSDR2-2



20757620 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625199 BREAKER 
BPN 6 
INGRAM 
23KV CB, 
23.000 KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 163

20771809 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625934 BREAKER 
BPN 1 
TRAWICK 
23KV CB, 
23.000 KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181

8678695 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624030 BREAKER 
BPN 2 
STARMOU
NT 23KV 
CB, 23.0 
KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 999 9

8680296 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625631 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 165

8681564 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626899 BREAKER 
BPN 5 
HOLLY 
PARK 23KV 
CB, 23.0 
KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 41 6

8683306 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628641 BREAKER 
BPN 3 
BRENTWO
OD 23KV 
CB, 23.0 
KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1435 0

M-100 Sub 163 
PSDR2-2



8684206 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629541 BREAKER 
BPN 4 
HIGHWOO
DS 23KV 
CB, 23.0 
KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1069 0

8684455 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629790 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540378 STATION 
RALEIGH 
TIMBERL
AKE 
115KV, 
T5311, 
115.000 
KV

42766178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1302 0

8677738 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623073 BREAKER 
BPN 2 
EASONBUR
G 23KVCB, 
23.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 413 0

8677899 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 15 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623234 BREAKER 
ROCKY 
MOUNT 
CITY 
SOUTH 
230KV CB, 
230.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 526 0

8678034 BREAKER, 
OIL, ABC 
PH, 69 KV, 
72.5 KV, 
2000 
AMPS, 
3500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623369 BREAKER 
#1 
230/69KV 
BANK 69KV 
CB, 69.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 660 0

8678044 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623379 BREAKER 
HATHAWA
Y EST-
PERSON 
TIE 230KV 
CB, 230.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 372 0

8678386 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627839 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 226 0

M-100 Sub 163 
PSDR2-2



8678829 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624164 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1381 0

8678870 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 72.5 
KV, 2,000.0 
AMPS

CIRCUIT 
BREAKER

15624205 BREAKER 
#3 
230/69KV 
BANK 69KV 
CB, 69.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 135 0

8678992 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624327 BREAKER 
WILSON 
EDGECOM
BE TIE CB, 
230.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 372 0

8680121 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 69.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625456 BREAKER 
69KV CAP 
BANK #1, 
69.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 225 0

8680214 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629652 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 195 0

8680464 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625799 BREAKER 
BPN 1 
ROCKY 
MOUNT 
MILLS 
23KV CB, 
23.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 851 0

8680727 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626062 BREAKER 
WILSON 
115KV LINE 
CB, 115.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176 0

M-100 Sub 163 
PSDR2-2



8680812 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626147 BREAKER 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181 0

8681208 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626543 BREAKER 
115CB2, #2 
230/115KV 
BANK 
115KV LINE 
CB, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 172 0

8681464 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626799 BREAKER 
BPN 3 
DOMESTIC 
23KV CB, 
23.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 349 0

8681600 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 15 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626935 BREAKER 
EDGECOM
BE 230KV 
CB, 230.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 835 0

8682084 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627419 BREAKER 
115CB4 
BATTELEB
ORO 
115KV 
LINE, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 255 29

8682490 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 15 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627825 BREAKER 
PERSON 
230KV LINE 
CB, 230.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1043 0

8682992 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628327 BREAKER 
115CB9 
WILSON 
115KV 
LINE, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176 0

M-100 Sub 163 
PSDR2-2



8683587 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628922 BREAKER 
HATHAWA
Y WEST 
230KV LINE 
CB, 230.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 228 0

8683851 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 69.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629186 BREAKER 
69KV CAP 
BANK #3, 
69.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 171 0

8683923 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629258 BREAKER 
115CB3 
SPRING 
HOPE SW 
STA 115KV 
LINE, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 145 0

8684504 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629839 BREAKER 
ROCKY 
MOUNT 
CITY 
NORTH 
230KV CB, 
230.0 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1014 0

8684522 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629857 BREAKER 
WILSON 
230KV LINE 
CB, 230.0 
KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 753 0

8684802 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630137 BREAKER 
115CB10 
115/24KV 
BANK CB, 
115KV 
LINE, 
115.000 KV

15539989 STATION 
ROCKY 
MOUNT 
230KV, 
T5940, 
230.000 
KV

42765953 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181 0

8678419 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623754 BREAKER 
24CB 18 #1 
23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540925 STATION 
ROLESVI
LLE 
230KV, 
T5205, 
230.0 KV

42765636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1308
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8678696 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624031 BREAKER 
24CB12 
ROLESVILL
E 23KV CB, 
23.0 KV

15540925 STATION 
ROLESVI
LLE 
230KV, 
T5205, 
230.0 KV

42765636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1152

8680530 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625865 BREAKER 
24CB13 
WATKINS 
ROAD 
23KV CB, 
23.0 KV

15540925 STATION 
ROLESVI
LLE 
230KV, 
T5205, 
230.0 KV

42765636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1331

8681487 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626822 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540925 STATION 
ROLESVI
LLE 
230KV, 
T5205, 
230.0 KV

42765636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 174

8681503 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626838 BREAKER 
24CB11 
MITCHELL 
MILL 23KV 
CB, 23.0 
KV

15540925 STATION 
ROLESVI
LLE 
230KV, 
T5205, 
230.0 KV

42765636 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1260

20856312 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626252 BREAKER 
BPN 3 
RIDGE 
ROAD 
23KV CB, 
23.0 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 156

20856313 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626748 BREAKER 
BPN 6 
ROXBORO 
NORTH 
23KV CB, 
23.0 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 157

8678886 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624221 BREAKER 
BPN 1 
ROXBORO 
CITY 23KV 
CB, 23.000 
KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 863 0
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8679110 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624445 BREAKER 
24CB18, #1 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 178

8679946 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625281 BREAKER 
24CB19, #2 
23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.000 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 103

8680058 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625393 BREAKER 
BPN 5, 
MAYO 
24KV CB, 
25.0 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197

8680919 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626254 BREAKER 
BPN 2 
ROXBORO 
MILL 23KV 
CB, 23.0 
KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1602 0

8682458 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627793 BREAKER 
BPN 4 
ROXBORO 
INDUSTRIA
L 23KV CB, 
23.000 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1242 0

8683802 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629645 BREAKER 
115CB3, 
CONCORD -
HENDERSO
N 115KV 
TIE CB, 
115.000 KV

15540922 STATION 
ROXBOR
O 115KV, 
T5240, 
115.000 
KV

42766015 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 144 0

8677496 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622831 BREAKER 
BPN 2 
NORTH 
PARK 23KV 
FEEDER 
CB, 23.0 
KV

15540376 STATION 
ROXBOR
O 
BOWMA
NTOWN 
ROAD 
230KV, 
T5235, 
230.0 KV

42765964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 35
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8677497 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622832 BREAKER 
BPN 1 
BETHEL 
HILL 23KV 
FEEDER 
CB, 23.0 
KV

15540376 STATION 
ROXBOR
O 
BOWMA
NTOWN 
ROAD 
230KV, 
T5235, 
230.0 KV

42765964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 7

8678460 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623795 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540376 STATION 
ROXBOR
O 
BOWMA
NTOWN 
ROAD 
230KV, 
T5235, 
230.0 KV

42765964 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3

8680892 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626227 BREAKER 
ROXBORO 
COGENTRI
X 230KV 
CB, 230.0 
KV

15541092 STATION 
ROXBOR
O 
COGENT
RIX 
230KV 
SW. 
STA., 
T5210, 
230.0 KV

42766272 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 301 0

20180112 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41240985 BREAKER 
CB, UNIT 4 
NORTH 
BUS 
230KV, 9N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 171 0

20348390 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626072 BREAKER 
7N, #3 
UNIT-
NORTH 
BUS 230KV 
CB, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 115 0
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8678002 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623337 BREAKER 
UNIT 4-
EAST 
DANVILLE 
NORTH TIE 
230KV CB, 
9T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 307 0

8678887 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624222 BREAKER 
PERSON 
MIDDLE-
NORTH 
230KV BUS 
CB, 1N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 299 0

8678888 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624223 BREAKER 
PERSON 
HYCO 
SOUTH 
BUS 230KV 
CB, 2S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 281 0

8679738 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625073 BREAKER 
#2 UNIT-
NORTH 
BUS 230KV 
CB, 4N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 298 0
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8679750 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625085 BREAKER 
#4 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-4N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 183 0

8679751 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625086 BREAKER 
DUKE EAST 
DURHAM 
EAST-
SOUTH 
BUS 230KV 
CB, 7S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4 0

8679790 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625125 BREAKER 
FALLS-
SOUTH 
BUS 230KV 
CB, 3S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 270 0

8679944 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625279 BREAKER 
EAST 
DANVILLE 
NORTH/SO
UTH BUS 
230KV CB, 
9S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 336 0
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8680713 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626048 BREAKER 
DUKE ENO 
BLACK-
SOUTH 
BUS 230KV 
CB, 6S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 222 0

8680739 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626074 BREAKER 
CONCORD 
NORTH 
BUS 230KV 
CB, 8N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 186 0

8680786 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626121 BREAKER 
PERSON 
MIDDLE-
SOUTH 
230KV BUS 
CB, 1S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 338 0

8680787 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626122 BREAKER 
#2 UNIT-
PERSON 
CEFFO 
230KV TIE 
CB, 4T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 388 0

M-100 Sub 163 
PSDR2-2



8681683 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627018 BREAKER 
DUKE ENO 
WHITE-
SOUTH 
BUS 230KV 
CB, 5S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3 0

8681684 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627019 BREAKER 
DUKE ENO 
WHITE-
NORTH 
BUS 230KV 
CB, 5N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 153 0

8681717 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627052 BREAKER 
PERSON 
HYCO 
NORTH 
BUS 230KV 
CB, 2N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 266 0

8682553 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627888 BREAKER 
EAST 
DURHAM 
WEST 
230KV 
SOUTH 
BUS G.C.B., 
8S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159 0

M-100 Sub 163 
PSDR2-2



8682569 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627904 BREAKER 
#2 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-2N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 190 0

8682610 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627945 BREAKER 
PERSON 
CEFFO-
SOUTH 
BUS 230KV 
CB, 4S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3 0

8682739 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628074 BREAKER 
AEP EAST 
DANVILLE 
SOUTH/DU
KE EAST 
DURHAM 
WEST 
230KV TIE 
CB, 8T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160 0

8683509 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628844 BREAKER 
#1 UNIT-
NORTH 
BUS 230KV 
CB, 3N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 112 0

M-100 Sub 163 
PSDR2-2



8684398 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629733 BREAKER 
DUKE ENO 
BLACK-
NORTH 
BUS 230KV 
CB, 6N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 206 0

8684410 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629745 BREAKER 
#3 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-3S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 186 0

8684412 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629747 BREAKER 
#3 UNIT-
DUKE EAST 
DURHAM 
EAST 
230KV TIE 
CB, 7T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 227 0

8684445 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629780 BREAKER 
#1UNIT -  
FALLS 
230KV TIE 
CB, 3T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

42761710 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 413 0

M-100 Sub 163 
PSDR2-2



20180112 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41240985 BREAKER 
CB, UNIT 4 
NORTH 
BUS 
230KV, 9N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 171 0

20348390 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 80 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626072 BREAKER 
7N, #3 
UNIT-
NORTH 
BUS 230KV 
CB, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 127 0

8678002 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623337 BREAKER 
UNIT 4-
EAST 
DANVILLE 
NORTH TIE 
230KV CB, 
9T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 307 0

8678887 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624222 BREAKER 
PERSON 
MIDDLE-
NORTH 
230KV BUS 
CB, 1N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 299 0

M-100 Sub 163 
PSDR2-2



8678888 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624223 BREAKER 
PERSON 
HYCO 
SOUTH 
BUS 230KV 
CB, 2S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 281 0

8679738 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625073 BREAKER 
#2 UNIT-
NORTH 
BUS 230KV 
CB, 4N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 300 0

8679750 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625085 BREAKER 
#4 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-4N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 184 0

8679751 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625086 BREAKER 
DUKE EAST 
DURHAM 
EAST-
SOUTH 
BUS 230KV 
CB, 7S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 4 0

M-100 Sub 163 
PSDR2-2



8679790 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625125 BREAKER 
FALLS-
SOUTH 
BUS 230KV 
CB, 3S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 270 0

8679944 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625279 BREAKER 
EAST 
DANVILLE 
NORTH/SO
UTH BUS 
230KV CB, 
9S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 336 0

8680713 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626048 BREAKER 
DUKE ENO 
BLACK-
SOUTH 
BUS 230KV 
CB, 6S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 222 0

8680739 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626074 BREAKER 
CONCORD 
NORTH 
BUS 230KV 
CB, 8N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 186 0

M-100 Sub 163 
PSDR2-2



8680786 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626121 BREAKER 
PERSON 
MIDDLE-
SOUTH 
230KV BUS 
CB, 1S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 338 0

8680787 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626122 BREAKER 
#2 UNIT-
PERSON 
CEFFO 
230KV TIE 
CB, 4T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 388 0

8681683 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627018 BREAKER 
DUKE ENO 
WHITE-
SOUTH 
BUS 230KV 
CB, 5S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 3 0

8681684 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627019 BREAKER 
DUKE ENO 
WHITE-
NORTH 
BUS 230KV 
CB, 5N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 153 0

M-100 Sub 163 
PSDR2-2



8681717 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627052 BREAKER 
PERSON 
HYCO 
NORTH 
BUS 230KV 
CB, 2N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 266 0

8682553 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627888 BREAKER 
EAST 
DURHAM 
WEST 
230KV 
SOUTH 
BUS G.C.B., 
8S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 159 0

8682569 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627904 BREAKER 
#2 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-2N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 190 0

8682610 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627945 BREAKER 
PERSON 
CEFFO-
SOUTH 
BUS 230KV 
CB, 4S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 3 0

M-100 Sub 163 
PSDR2-2



8682739 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628074 BREAKER 
AEP EAST 
DANVILLE 
SOUTH/DU
KE EAST 
DURHAM 
WEST 
230KV TIE 
CB, 8T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 160 0

8683509 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628844 BREAKER 
#1 UNIT-
NORTH 
BUS 230KV 
CB, 3N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 112 0

8684398 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629733 BREAKER 
DUKE ENO 
BLACK-
NORTH 
BUS 230KV 
CB, 6N, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 206 0

8684410 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629745 BREAKER 
#3 UNIT 
START-UP 
TRANSF 
230KV CB, 
SU-3S, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 186 0

M-100 Sub 163 
PSDR2-2



8684412 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629747 BREAKER 
#3 UNIT-
DUKE EAST 
DURHAM 
EAST 
230KV TIE 
CB, 7T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 239 0

8684445 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629780 BREAKER 
#1UNIT -  
FALLS 
230KV TIE 
CB, 3T, 
230.000 KV

15540512 STATION 
ROXBOR
O S. E. 
PLANT, 
T5220, 
230.000 
KV

43130839 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES01 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/3/2021 413 0

8678262 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623597 BREAKER 
BPN 4 
BUSHY 
FORK 23KV 
CB, 25.000 
KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181

8678767 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624102 BREAKER 
BPN 1 
CROWN 
23KV CB, 
23.0 KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 74

8679027 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624362 BREAKER 
BPN 3 
OLIVE HILL 
23KV CB, 
23.0 KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 10

8680617 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625952 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 756

M-100 Sub 163 
PSDR2-2



8680792 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626127 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 449

8681584 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626919 BREAKER 
BPN 2 
DURHAM 
ROAD 
23KV CB, 
23.0 KV

15540745 STATION 
ROXBOR
O 
SOUTH 
230KV, 
T5230, 
230.0 KV

42765523 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 111

8680498 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625833 BREAKER 
24CB12 
FRAZIER 
RD. 24KV 
CB, 24.0 
KV

15539654 STATION 
SAMARI
A 115KV, 
T6045, 
115.000 
KV

42765255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 240

8681246 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626581 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539654 STATION 
SAMARI
A 115KV, 
T6045, 
115.000 
KV

42765255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 213

8683216 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628551 BREAKER 
24CB13 
SAMARIA 
24KV CB, 
24.0 KV

15539654 STATION 
SAMARI
A 115KV, 
T6045, 
115.000 
KV

42765255 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 113

8682329 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627664 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539765 STATION 
SPRING 
HOPE 
115KV 
SWITCHI
NG 
STATION
, T6042, 
115.000 
KV

42766005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4173 8

M-100 Sub 163 
PSDR2-2



8682600 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627935 BREAKER 
ZEBULON 
230KV SUB 
115KV CB, 
115.0 KV

15539765 STATION 
SPRING 
HOPE 
115KV 
SWITCHI
NG 
STATION
, T6042, 
115.000 
KV

42766005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 510 0

8684440 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629775 BREAKER 
ROCKY 
MOUNT 
115KV LINE 
CB, 115.0 
KV

15539765 STATION 
SPRING 
HOPE 
115KV 
SWITCHI
NG 
STATION
, T6042, 
115.000 
KV

42766005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 74 0

8684441 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629776 BREAKER 
FRANKLINT
ON 115KV 
CB, 115.0 
KV

15539765 STATION 
SPRING 
HOPE 
115KV 
SWITCHI
NG 
STATION
, T6042, 
115.000 
KV

42766005 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 720 0

8678600 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623935 BREAKER 
BPN 3 
TAYLORS 
CROSSROA
D 23KV CB, 
23.0 KV

15539653 STATION 
SPRING 
HOPE 
115KV, 
T6041, 
115.0 KV

42765349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 545 0

8679480 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624815 BREAKER 
BPN 2 
SOUTHERN 
NASH 
23KV CB, 
23.0 KV

15539653 STATION 
SPRING 
HOPE 
115KV, 
T6041, 
115.0 KV

42765349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 808 2

8680745 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626080 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539653 STATION 
SPRING 
HOPE 
115KV, 
T6041, 
115.0 KV

42765349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2357 1

M-100 Sub 163 
PSDR2-2



8681388 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626723 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539653 STATION 
SPRING 
HOPE 
115KV, 
T6041, 
115.0 KV

42765349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 138

8684139 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629474 BREAKER 
BPN 1 
SPRING 
HOPE 12KV 
CB, 12.0 
KV

15539653 STATION 
SPRING 
HOPE 
115KV, 
T6041, 
115.0 KV

42765349 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 980 0

8679600 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624935 BREAKER 
BPN 1 
CENTERVIL
LE 23KV 
CB, 23.0 
KV

15540746 STATION 
STALLIN
GS 
CROSSR
OADS 
115KV, 
T5302, 
115.0 KV

42765495 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 272

8680621 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625956 BREAKER 
BPN 2 
STALLINGS 
23KV CB, 
23.0 KV

15540746 STATION 
STALLIN
GS 
CROSSR
OADS 
115KV, 
T5302, 
115.0 KV

42765495 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 413

8681221 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626556 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540746 STATION 
STALLIN
GS 
CROSSR
OADS 
115KV, 
T5302, 
115.0 KV

42765495 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99991

8683353 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628688 BREAKER 
BPN 3 
MAPLEVILL
E 23KV CB, 
23.0 KV

15540746 STATION 
STALLIN
GS 
CROSSR
OADS 
115KV, 
T5302, 
115.0 KV

42765495 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 641

M-100 Sub 163 
PSDR2-2



8677574 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15 KV, 
3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622909 BREAKER 
BANK 2 
REACTOR 
BANK 
BREAKER 
#5, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2556

8677931 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623266 BREAKER 
HARRIS 
PLANT 
230KV CB, 
230.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 709

8677933 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623268 BREAKER 
SELMA 
230KV CB, 
230.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 771

8677982 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623317 BREAKER 
DURHAM - 
#2 BANK 
500KV #35 
CB, 500.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8678819 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624154 BREAKER 
ZEBULON 
230KV CB, 
230.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 593

8678865 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624200 BREAKER 
DURHAM - 
#1 BANK 
500KV #33 
CB, 500.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0 0

8679711 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625046 BREAKER 
#2 230KV, 
SOUTH 
BUS GCB, 
230.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 182 0

M-100 Sub 163 
PSDR2-2



8679927 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625262 BREAKER 
HARRIS 
PLANT - 
SELMA 
230KV TIE 
CB, 230.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 596

8680109 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 4000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15625444 BREAKER 
HERITAGE 
(DVP)-
CUMBERLA
ND 500KV 
#39 CB, 
500.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 161 1

8681016 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626351 BREAKER 
BANK 1 
REACTOR 
BANK 
BREAKER 
#1, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1602

8681299 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626634 BREAKER 
BANK 1 
REACTOR 
BANK 
BREAKER 
#2, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1712

8681300 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626635 BREAKER 
BANK 1 
REACTOR 
BANK 
BREAKER 
#3, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2181

8681634 BREAKER 
OIL, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626969 BREAKER 
#1 BANK-
MILBURNI
E 230KV 
CB, 230.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 718

8681689 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 4,000.0 
AMPS, 
50.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627024 BREAKER 
HERITAGE 
(DVP) - #2 
BANK 
500KV #41 
CB, 500.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 109 1
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8682498 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627833 BREAKER 
MILBURNI
E 230KV 
CB, 230.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 167

8682865 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628200 BREAKER 
ZEBULON 
230KV SUB 
#2 BANK 
TIE, 230.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 593

8683104 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628439 BREAKER 
BANK 2 
REACTOR 
BANK 
BREAKER 
#4, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3188

8683105 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 3000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628440 BREAKER 
BANK 2 
REACTOR 
BANK 
BREAKER 
#6, 13.8 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2308

8683562 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 500.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
1.5 CYCLES

CIRCUIT 
BREAKER

15628897 BREAKER 
CUMBERLA
ND- 
#1BANK 
500KV #31 
CB, 500.0 
KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 05 0

8684365 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629700 BREAKER 
#1 
500/230KV 
BANK 
230KV CB, 
230.0 KV

15541093 STATION 
WAKE 
500KV, 
T5325, 
500.000 
KV

42765629 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 150

8679013 BREAKER, 
OIL, ABC 
PH, 69 KV, 
69 KV, 
1200 
AMPS, 
1500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624348 BREAKER 
WAKE EMC 
ROLESVILL
E FEEDER 
69KV CB, 
69.0 KV

15541098 STATION 
WAKE 
FOREST 
115KV, 
T5340, 
115.000 
KV

42765830 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1007
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8684553 BREAKER, 
OIL, ABC 
PH, 69 KV, 
69 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629888 BREAKER 
(BACKUP) 
WAKE EMC 
ROLESVILL
E FEEDER 
69KV CB, 
69.0 KV

15541098 STATION 
WAKE 
FOREST 
115KV, 
T5340, 
115.000 
KV

42765830 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 000

20901834 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629356 BREAKER 
BPN 1 
WARRENT
ON 23KV 
CB, 23.000 
KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 157 9

20901835 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626648 BREAKER 
BPN 2 
NORLINA 
23KV CB, 
23.000 KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 142 0

20901836 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622911 BREAKER 
BPN 6 
WARRENT
ON 
INDUSTRIA
L 23KV CB, 
23.000 KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 147 0

8677824 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623159 BREAKER 
BPN 5 
HWY 401 N 
23KV CB, 
23.0 KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 582

8678410 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623745 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3299

8683947 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629282 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540556 STATION 
WARREN
TON 
115KV, 
T5360, 
115.0 KV

42765248 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4106
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8679146 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627983 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539630 STATION 
WENDEL
L 230KV, 
T5378, 
230.0 KV

42765414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 144

8680062 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627769 BREAKER 
BPN 2 
HWY. 64 
23KV CB, 
23.0 KV

15539630 STATION 
WENDEL
L 230KV, 
T5378, 
230.0 KV

42765414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 161

8680179 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625514 BREAKER 
BPN 1 
WENDELL 
CITY 23KV 
CB, 25.0 
KV

15539630 STATION 
WENDEL
L 230KV, 
T5378, 
230.0 KV

42765414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 226

8681057 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623764 BREAKER 
BPN 3 
LAKE GLAD 
23KV CB, 
23.0 KV

15539630 STATION 
WENDEL
L 230KV, 
T5378, 
230.0 KV

42765414 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 171

8677932 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623267 BREAKER 
GREENVILL
E 230KV 
CB, 230.0 
KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 604 0

8677951 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623286 BREAKER 
BLACK 
CREEK 
EAST 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 731 0

8678566 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3.4 
CYCLES

CIRCUIT 
BREAKER

15623901 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3967 47
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8678845 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624180 BREAKER 
ROCKY 
MOUNT 
EAST 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 95 0

8679691 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625026 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 75 0

8680703 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626038 BREAKER 
BLACK 
CREEK BY 
PASS 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 94 0

8682234 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627569 BREAKER 
230KV 
EAST WEST 
BUS TIE 
CB, 230.0 
KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 272 0

8682745 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 940 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628080 BREAKER 
CITY OF 
WILSON 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 5 0

8682760 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628095 BREAKER 
BLACK 
CREEK 
WEST 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 671 0

8684366 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629701 BREAKER 
ZEBULON 
230KV SUB 
CB, 230.0 
KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 521 0
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8684390 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629725 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 29 0

8684534 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629869 BREAKER 
ROCKY 
MOUNT 
230KV LINE 
CB, 230.0 
KV

15539766 STATION 
WILSON 
230KV, 
T6085, 
230.0 KV

42766521 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 209 0

8678766 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624101 BREAKER 
BPN 3 
PLEASANT 
GROVE 
12KV CB, 
12.0 KV

15540557 STATION 
YANCEY
VILLE 
230KV, 
T5390, 
230.0 KV

42766109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 272

8682102 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627437 BREAKER 
BPN 2 
YANCEYVIL
LE 12KV 
CB, 12.0 
KV

15540557 STATION 
YANCEY
VILLE 
230KV, 
T5390, 
230.0 KV

42766109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 361

8682440 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627775 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540557 STATION 
YANCEY
VILLE 
230KV, 
T5390, 
230.0 KV

42766109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 86 0

8683415 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628750 BREAKER 
BPN 1 
HANOVER 
12KV CB, 
12.0 KV

15540557 STATION 
YANCEY
VILLE 
230KV, 
T5390, 
230.0 KV

42766109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 322

8683416 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628751 BREAKER 
BPN 4 
MILTON 
12KV CB, 
12.0 KV

15540557 STATION 
YANCEY
VILLE 
230KV, 
T5390, 
230.0 KV

42766109 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 253

M-100 Sub 163 
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8677697 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623032 BREAKER 
BPN 3 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540382 STATION 
YOUNGS
VILLE 
115KV, 
T5401, 
115.000 
KV

42765532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 208

8678024 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623359 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540382 STATION 
YOUNGS
VILLE 
115KV, 
T5401, 
115.000 
KV

42765532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1 0

8680824 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626159 BREAKER 
BPN 2 
POKOMOK
E 23KV CB, 
23.0 KV

15540382 STATION 
YOUNGS
VILLE 
115KV, 
T5401, 
115.000 
KV

42765532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 5 0

8681700 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627035 BREAKER 
BPN 1 
HARRIS 
CROSSROA
DS 23KV 
CB, 23.0 
KV

15540382 STATION 
YOUNGS
VILLE 
115KV, 
T5401, 
115.000 
KV

42765532 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 893 0

20475216 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42017945 BREAKER 
24CB22, 
GLAXO CB, 
24.000 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 154

20475217 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42017946 BREAKER 
24CB21, 
WORTH 
HINTON 
RD CB, 
24.000 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 179

20475218 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42017947 BREAKER 
24CB29, 
TRANSFER 
CB, 24.000 
KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 140
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20475219 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42017948 BREAKER 
24CB23, 
ZEBULON 
INDUSTRIA
L CB, 
24.000 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021

20737963 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627109 BREAKER 
BPN 6 
ZEBULON 
WEST 
23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159

8678131 BREAKER, 
OIL, ABC 
PH, 69 KV, 
69 KV, 
1200 
AMPS, 
1500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623466 BREAKER 
WAKE EMC 
EMIT 69KV 
CB, 69.0 
KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1221

8679381 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624716 BREAKER 
BPN 3 
PILOT 
23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 827

8680348 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625683 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 686

8681386 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626721 BREAKER 
BPN 2 
ZEBULON 
INDUSTRIA
L 23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021

8681774 BREAKER 
OIL, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627109 BREAKER 
BPN 6 
ZEBULON 
WEST 
23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021
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8683482 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628817 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021

8683682 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629017 BREAKER 
BPN 1 
WAKE 
FIELD 
STREET 
23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 564

8684170 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629505 BREAKER 
BPN 4 
ZEBULON 
EAST 23KV 
CB, 23.0 
KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1490

8684208 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629543 BREAKER 
BPN 5 
GLAXO 
23KV CB, 
23.0 KV

15539625 STATION 
ZEBULO
N 115KV, 
T6090, 
115.000 
KV

42766039 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 154

8680832 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626167 BREAKER 
WAKE 
230KV LINE 
CB, 230.0 
KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 258

8680833 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626168 BREAKER 
WILSON 
230KV LINE 
CB, 230.0 
KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 274

8681602 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626937 BREAKER 
MILBURNI
E 115KV 
LINE CB, 
115.0 KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 255
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8682274 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 72.5 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627609 BREAKER 
EMIT 69KV 
LINE CB, 
69.0 KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 206

8682492 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627827 BREAKER 
230/115KV 
MAIN 
BANK CB, 
115.0 KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 201

8682639 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627974 BREAKER 
WAKE - 
WILSON 
TIE 230KV 
CB, 230.0 
KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 317

8683435 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628770 BREAKER 
SPRING 
HOPE 
115KV LINE 
CB, 115.0 
KV

15540371 STATION 
ZEBULO
N 230KV, 
T6091, 
230.000 
KV

42765805 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES01 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 233

8677763 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623098 BREAKER 
24CB11, 
YATES 
STORE, 
24KV CB, 
24.0 KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 280

8678643 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623978 BREAKER 
24CB12, 
CAROLINA 
PRESERVE, 
24KV CB, 
24.000 KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 252

8679347 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624682 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 268
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8680171 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625506 BREAKER 
24CB22 
STONEWA
TER 24KV 
CB, 25.0 
KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 165

8680483 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625818 BREAKER 
24CB13 
GREEN 
HOPE 24KV 
CB, 24.0 
KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 391

8681472 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626807 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 233

8684644 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629979 BREAKER 
24CB21, 
CARY 
GLEN, 
24KV CB, 
24.0 KV

15540796 STATION 
AMBERL
Y 230KV, 
T4604, 
230.0 KV

42766340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 208

8677815 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623150 BREAKER 
24CB11  
RIVER DELL 
24KV 
FEEDER, 
24.000 KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 456

8679393 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624728 BREAKER 
24CB19 
TRANSFER 
VCB 24KV, 
24.0 KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 142

8680220 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625555 BREAKER 
24CB23 
THANKSGI
VING FIRE 
RD 24KV 
FEEDER 
CB, 25.000 
KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197
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8682208 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627543 BREAKER 
24CB12 
COVERED 
BRIDGE 
ROAD 
24KV VCB, 
24.0 KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 377

8683117 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628452 BREAKER 
24CB13 
MURPHRE
Y ROAD 
24KV 
FEEDER, 
24.0 KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 230

8684787 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630122 BREAKER 
24CB21 
FLOWERS 
24KV 
FEEDER 
CB, 25.000 
KV

15540600 STATION 
ARCHER 
LODGE 
230KV, 
T4500, 
230.000 
KV

42765760 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 185

8677663 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622998 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540982 STATION 
AUBURN 
230KV, 
T4501, 
230.0 KV

42765869 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 985

8680519 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625854 BREAKER 
BPN 1 
AUBURN 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540982 STATION 
AUBURN 
230KV, 
T4501, 
230.0 KV

42765869 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 680

8680760 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626095 BREAKER 
BPN 3 
ROCK 
QUARRY 
ROAD 
23KV CB, 
23.0 KV

15540982 STATION 
AUBURN 
230KV, 
T4501, 
230.0 KV

42765869 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 946

8682408 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627743 BREAKER 
BPN 2 
MOUNT 
MORIAH 
23KV CB, 
23.0 KV

15540982 STATION 
AUBURN 
230KV, 
T4501, 
230.0 KV

42765869 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 575

M-100 Sub 163 
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20307267 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624059 BREAKER 
BPN 1 
S.SAUNDE
RS ST. 
23KV CB, 
23.0 KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 234

20307269 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629592 BREAKER 
BPN 2 
CAROLINA 
PINES 
23KV CB, 
23.0 KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 145

20307273 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625800 BREAKER 
BPN 3 
PROSPECT 
23KV CB, 
23.0 KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 178

20307274 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624934 BREAKER 
BPN 4 
SUMMIT 
AVENUE 
23KV CB, 
23.0 KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 185

20307275 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627615 BREAKER 
BPN 5 DIX 
HILL 23KV 
CB, 23.0 
KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 139

20307276 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625055 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 156

20307277 BREAKER, 
VAC, ABC 
PH, 25.8 
KV, 27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626683 BREAKER 
BPN 6 
INDUSTRIA
L 23KV CB, 
23.0 KV

15539850 STATION 
CARALEI
GH 
230KV, 
T4595, 
230.0 KV

42766116 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 148

M-100 Sub 163 
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8677557 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622892 BREAKER 
BPN 5 
HIGH 
HOUSE 
ROAD 
23KV CB, 
23.0 KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 995 0

8679633 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624968 BREAKER 
BPN 3 
CHAPEL 
HILL ROAD 
23KV CB, 
23.0 KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1996 1

8679699 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625034 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 357

8681364 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626699 BREAKER 
BPN 1 
CARY 23KV 
CB, 23.0 
KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2737 0

8682230 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627565 BREAKER 
BPN 2 
WEST 
CHATHAM 
STREET 
23KV CB, 
23.0 KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2778 0

8683061 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628396 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1690

8683410 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628745 BREAKER 
BPN 4 
WALKER 
STREET 
23KV CB, 
23.0 KV

15540336 STATION 
CARY 
230KV, 
T4600, 
230.0 KV

42765493 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1974 2

M-100 Sub 163 
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20273932 BREAKER, 
VAC, ABC 
PH, 24 KV, 
24 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41403629 BREAKER 
24CB21, 
24.000 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 714

20614273 BREAKER, 
VAC, ABC 
PH, 24 KV

CIRCUIT 
BREAKER

15623803 BREAKER 
24VS17 #2 
24KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
34.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 865

8677880 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623215 BREAKER 
24CB23 
JAMES 
JACKSON 
24KV CB, 
24.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 103

8679641 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624976 BREAKER 
24CB22 
ROYAL 
OAKS 24KV 
CB, 24.0 
KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 412

8680618 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625953 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 232

8681238 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626573 BREAKER 
24CB18 
CAPACITO
R BANK 
CB, 26.0 
KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4319

8681268 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626603 BREAKER 
24CB15 
SILVERTON 
24KV CB, 
24.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 441

M-100 Sub 163 
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8682120 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627455 BREAKER 
24CB13 
NORTH 
HARRISON 
24KV CB, 
24.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 531

8682429 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627764 BREAKER 
24CB11 
EVANS RD. 
24KV CB, 
24.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176

8683369 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628704 BREAKER 
24CB12 
WESTON 
23KV CB, 
23.0 KV

15540033 STATION 
CARY 
EVANS 
ROAD 
230KV, 
T4602, 
230.000 
KV

42766407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 868

8679538 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624873 BREAKER 
24CB22 
WELLINGT
ON  23KV 
CB, 23.0 
KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 291

8679642 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624977 BREAKER 
24CB11 
MACEDON
IA 23KV 
CB, 23.0 
KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 693

8681414 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626749 BREAKER 
24CB14  
WAVERLY 
23KV CB, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 402

8681498 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626833 BREAKER 
24CB12 
TOWNE 
CENTER 
23KV CB, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 729

M-100 Sub 163 
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8681519 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626854 BREAKER 
24CB15 
LOCHMERE 
23KV CB, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 466

8682339 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627674 BREAKER 
24CB23 
SWIFT 
CREEK  
23KV CB, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 297

8682340 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627675 BREAKER 
24CB29 
TRANSFER  
23KV CB, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 360

8682980 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628315 BREAKER 
24CB18 #1 
23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 316

8683124 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628459 BREAKER 
24VS18 #2 
23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 345

8684203 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629538 BREAKER 
24CB13  
WALNUT 
HILLS 23KV 
CB, 23.0 
KV

15540445 STATION 
CARY 
PINEY 
PLAINS 
230KV, 
T5111, 
230.0 KV

42766059 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 955

8677476 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622811 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 452

M-100 Sub 163 
PSDR2-2



8678442 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623777 BREAKER 
BPN 7 
EDERLEE 
DRIVE 
23KV, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 233

8679331 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624666 BREAKER 
BPN 6 
REGENCY 
PARK 
23KV, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 254

8679904 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625239 BREAKER 
RTP 230KV 
CB, 230.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 144 0

8681859 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627194 BREAKER 
METHOD 
230KV CB, 
230.0 KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 99 1

8682171 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627506 BREAKER 
BPN 1 
SOUTHCH
ASE 23KV 
CB, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 332 0

8682172 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627507 BREAKER 
BPN 2 
LAKE PINE 
23KV CB, 
23.0 KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 741

8683328 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628663 BREAKER 
BPN 3 
MACGREG
OR 23KV 
CB, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 535

M-100 Sub 163 
PSDR2-2



8683635 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628970 BREAKER 
HARRIS 
PLANT 
230KV CB, 
230.000 KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 272 0

8684485 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629820 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540263 STATION 
CARY 
REGENC
Y PARK 
230KV, 
T4599, 
230.000 
KV

42766232 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 600

8677644 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622979 BREAKER 
BPN 1 
TRIANGLE 
FOREST 
23KV CB, 
23.0 KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 952

8678714 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624049 BREAKER 
BPN 5 
MACARTH
UR 23KV 
CB, 23.0 
KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 480

8679448 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624783 BREAKER 
BPN 2 
TWO 
CREEKS 
23KV CB, 
23.0 KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 724

8681288 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626623 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1091

8682257 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627592 BREAKER 
BPN 3 
CHURCHILL 
23KV CB, 
23.0 KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 793

M-100 Sub 163 
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8683940 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629275 BREAKER 
BPN 4 
PARKWAY 
23KV FDR 
VCB, 23.0 
KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 439

8683949 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629284 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540984 STATION 
CARY 
TRIANGL
E 
FOREST 
230KV, 
T4605, 
230.000 
KV

42766280 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2908

20797570 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625277 BREAKER 
24CB12  
BARBOUR 
MILL 23KV 
CB, 23.000 
KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 165

20797571 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623883 BREAKER 
24CB11 
RIVER 
23KV CB, 
23.000 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 137

20797585 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627201 BREAKER 
24CB14 TV 
23KV CB, 
23.000 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 130

20820471 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629751 BREAKER 
24CB18 #1 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197

M-100 Sub 163 
PSDR2-2



8677588 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622923 BREAKER 
24CB22 
CITY #1 
23V CB, 
27.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 183

8681334 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626669 BREAKER 
24CB23 
CITY #2  
23KV CB, 
23.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 192

8681416 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626751 BREAKER 
24CB28 #4 
CAP BANK 
23KV CB, 
23.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 309

8682091 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624866 BREAKER 
24CB13 
AMELIA 
CHURCH 
23KV CB, 
23.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 158

8682281 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627616 BREAKER 
24CB27 #3 
CAP BANK 
23KV CB, 
23.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1165

8684235 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629570 BREAKER 
24CB29 
TRANSFER 
23KV CB, 
23.0 KV

15540926 STATION 
CLAYTO
N 115KV, 
T5640, 
115.000 
KV

42766292 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 281

8677473 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622808 BREAKER 
BPN 11 
PONY 
FARM 
23KV CB, 
23.000 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 220

M-100 Sub 163 
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8677695 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623030 BREAKER 
BPN 21 
NORTH 
PLANT 
24KV CB, 
24.0 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 257

8678227 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623562 BREAKER 
24CB20, 
24KV BUS, 
27.0 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

8679104 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624439 BREAKER 
115CB10, 
MILBURNI
E SELMA 
115KV TIE 
CB, 115.0 
KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 273

8679505 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624840 BREAKER 
BPN 22 
NOVO 
24KV CB, 
24.0 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 210

8681840 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627175 BREAKER 
24CB28, #3 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 699

8682100 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627435 BREAKER 
BPN 12 
CATERPILL
AR 23KV 
CB, 23.000 
KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 343

M-100 Sub 163 
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8682798 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628133 BREAKER 
BPN 23 
MAIN 
CAMPUS  
24KV CB, 
24.000 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 218

8682810 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628145 BREAKER 
BPN 13, 
TALECRIS 
ALTERNAT
E 24KV, 
27.000 KV

15539631 STATION 
CLAYTO
N 
INDUSTR
IAL 
115KV, 
T5642, 
115.0 KV

42765452 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 205

20664912 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42404229 BREAKER 
24CB22, 
MCLEMOR
E RD LINE, 
24.000 KV

40794864 STATION 
CLEVELA
ND 
MATTHE
WS 
ROAD 
230KV, 
T6748, 
230.000 
KV

42761900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 163

20664913 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42404228 BREAKER 
24CB21, 
JOSEPHINE 
RD LINE, 
24.000 KV

40794864 STATION 
CLEVELA
ND 
MATTHE
WS 
ROAD 
230KV, 
T6748, 
230.000 
KV

42761900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 173

20664914 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42404227 BREAKER 
24CB12, 
MATTHEW
S RD LINE, 
24.000 KV

40794864 STATION 
CLEVELA
ND 
MATTHE
WS 
ROAD 
230KV, 
T6748, 
230.000 
KV

42761900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 181

M-100 Sub 163 
PSDR2-2



20664915 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42404225 BREAKER 
24CB13, 
POLENTA 
RD LINE, 
24.000 KV

40794864 STATION 
CLEVELA
ND 
MATTHE
WS 
ROAD 
230KV, 
T6748, 
230.000 
KV

42761900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 154

20664916 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42404226 BREAKER 
24CB19, 
BYPASS, 
24.000 KV

40794864 STATION 
CLEVELA
ND 
MATTHE
WS 
ROAD 
230KV, 
T6748, 
230.000 
KV

42761900 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 166

20459030 BREAKER, 
VAC, ABC 
PH, 3 
CYCLES

CIRCUIT 
BREAKER

15628746 BREAKER 
BPN 2 
WOODLAN
D 23KV CB, 
23.000 KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 158 0

20834389 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626700 BREAKER 
BPN 3 
VANDORA 
SPRINGS 
23KV CB, 
23.000 KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 158

20843161 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626910 BREAKER 
BPN 6 
RANDS 
MILL 23KV 
CB, 23.000 
KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 189

20855941 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625693 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 206

M-100 Sub 163 
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20856203 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629503 BREAKER 
BPN 5 
GARNER 
23KV CB, 
23.000 KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

8677929 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
23 AMPS, 
2 CYCLES

CIRCUIT 
BREAKER

15623264 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8684714 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630049 BREAKER 
BPN 4 
CRESCENT 
23KV CB, 
25.0 KV

15540985 STATION 
GARNER 
115KV, 
T4720, 
115.0 KV

42765661 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 230

8678707 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624042 BREAKER 
24CB12 
NEW HOPE 
24KV CB, 
24.0 KV

15539852 STATION 
GARNER 
I-40 
230KV, 
T4723, 
230.0 KV

42766252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 370

8680977 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626312 BREAKER 
24CB13 
JONES 
SAUSAGE 
24KV CB, 
25.0 KV

15539852 STATION 
GARNER 
I-40 
230KV, 
T4723, 
230.0 KV

42766252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 214

8681529 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626864 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539852 STATION 
GARNER 
I-40 
230KV, 
T4723, 
230.0 KV

42766252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 272

8683347 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628682 BREAKER 
24CB11 
BARWELL 
ROAD 
24KV CB, 
24.0 KV

15539852 STATION 
GARNER 
I-40 
230KV, 
T4723, 
230.0 KV

42766252 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 329

M-100 Sub 163 
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20164937 BREAKER, 
VAC, ABC 
PH, 24 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41205838 BREAKER 
24CB29 
TRANSFER 
BUS 
24KVCB

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 180 0

8678320 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623655 BREAKER 
24CB28 #1 
24KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 57

8679199 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624534 BREAKER 
24CB22 
CROWDER 
ROAD 
24KV CB, 
25.0 KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 187

8679604 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624939 BREAKER 
BPN 1 
HIGHWAY 
50 SOUTH 
23KV CB, 
23.0 KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1480

8680115 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625450 BREAKER 
24CB21 
SAULS 
ROAD 
24KV CB, 
25.0 KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159

M-100 Sub 163 
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8680238 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625573 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2499

8682414 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627749 BREAKER 
BPN 2 
WILLIAMS 
CROSSROA
DS 23KV 
CB, 23.0 
KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1367

8684264 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629599 BREAKER 
BPN 3 
BUFFALOE 
ROAD 
23KV CB, 
23.0 KV

15540798 STATION 
GARNER 
PANTHE
R 
BRANCH 
230KV, 
T4725, 
230.0 KV

42765289 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 12207

8680016 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625351 BREAKER 
13CB10, 
NO. 1 - 
13.8KV 
FEEDER, 
25.0 KV

15540720 STATION 
GARNER 
PNG 
115KV, 
T5161, 
115.000 
KV

42765294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 150

8684622 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629957 BREAKER 
13CB20, 
NO. 2 - 
13.8KV 
FEEDER, 
25.0 KV

15540720 STATION 
GARNER 
PNG 
115KV, 
T5161, 
115.000 
KV

42765294 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 138

8678450 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623785 BREAKER 
24CB12 
LOOP 
ROAD 
24KV CB, 
24.0 KV

15539628 STATION 
GARNER 
TRYON 
HILLS 
115KV, 
T5314, 
115.0 KV

42765778 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 352

M-100 Sub 163 
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8682156 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627491 BREAKER 
24CB13 
YEARGAN 
ROAD 
24KV CB, 
24.0 KV

15539628 STATION 
GARNER 
TRYON 
HILLS 
115KV, 
T5314, 
115.0 KV

42765778 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 363

8682441 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627776 BREAKER 
24CB11 
MECHANIC
AL BLVD 
24KV CB, 
24.0 KV

15539628 STATION 
GARNER 
TRYON 
HILLS 
115KV, 
T5314, 
115.0 KV

42765778 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 250

8683063 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628398 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
24.0 KV

15539628 STATION 
GARNER 
TRYON 
HILLS 
115KV, 
T5314, 
115.0 KV

42765778 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 232

8682304 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627639 BREAKER 
24CB13 
WHITE 
OAK 24KV 
CB, 24.0 
KV

15540986 STATION 
GARNER 
WHITE 
OAK 
230KV, 
T4730, 
230.0 KV

42765700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 456

8682461 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627796 BREAKER 
24CB11 
CORNWAL
LIS 24KV 
VCB, 24.0 
KV

15540986 STATION 
GARNER 
WHITE 
OAK 
230KV, 
T4730, 
230.0 KV

42765700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 279

8683414 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628749 BREAKER 
24CB12 
RAYNOR 
ROAD 
24KV VCB, 
24.0 KV

15540986 STATION 
GARNER 
WHITE 
OAK 
230KV, 
T4730, 
230.0 KV

42765700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 392

M-100 Sub 163 
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8684302 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629637 BREAKER 
24CB19 
TRANSFER 
24KV VCB, 
24.0 KV

15540986 STATION 
GARNER 
WHITE 
OAK 
230KV, 
T4730, 
230.0 KV

42765700 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 128

20362458 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41704514 BREAKER 
24CB22 
WIMBERLY 
RD, BANK 
2, 24.000 
KV

15540424 STATION 
GREEN 
LEVEL 
230KV, 
T4603, 
230.0 KV

42766045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 169

20362459 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41704515 BREAKER 
24CB21 
ROBERTS 
RD, 24.000 
KV

15540424 STATION 
GREEN 
LEVEL 
230KV, 
T4603, 
230.0 KV

42766045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

8677698 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623033 BREAKER 
24CB12 
WILSONVIL
LE 24KV 
CB, 24.0 
KV

15540424 STATION 
GREEN 
LEVEL 
230KV, 
T4603, 
230.0 KV

42766045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 379

8682300 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627635 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540424 STATION 
GREEN 
LEVEL 
230KV, 
T4603, 
230.0 KV

42766045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 167

8683330 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628665 BREAKER 
24CB13 
GREEN 
LEVEL 
24KV CB, 
24.0 KV

15540424 STATION 
GREEN 
LEVEL 
230KV, 
T4603, 
230.0 KV

42766045 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 378

8679321 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624656 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 366

M-100 Sub 163 
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8680694 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626029 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 333

8681499 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626834 BREAKER 
BPN 2 
KNIGHTDA
LE 23KV 
CB, 23.0 
KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

8681548 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626883 BREAKER 
BPN 1 
KNIGHTDA
LE 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 750

8683471 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628806 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 345

8683606 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628941 BREAKER 
BPN 3, 
BETHLEHE
M RD, 
23.000 KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 861

8683989 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629324 BREAKER 
BPN 4 
KNIGHTDA
LE WEST 
23KV CB, 
23.0 KV

15540440 STATION 
KNIGHT
DALE 
115KV, 
T4850, 
115.0 KV

42765999 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 358

20165577 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41208645 BREAKER 
24CB13 
PLANTERS 
WALK 
24KV CB

15540346 STATION 
KNIGHT
DALE 
HODGE 
ROAD 
230KV, 
T4853, 
230.0 KV

42765234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 165

M-100 Sub 163 
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20165578 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41208647 BREAKER 
24CB11 
HODGE 
ROAD 
24KV CB

15540346 STATION 
KNIGHT
DALE 
HODGE 
ROAD 
230KV, 
T4853, 
230.0 KV

42765234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 162

20165579 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41208648 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB

15540346 STATION 
KNIGHT
DALE 
HODGE 
ROAD 
230KV, 
T4853, 
230.0 KV

42765234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 137

20408297 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628807 BREAKER 
230CB71, 
DPCO EAST 
DURHAM - 
MILBURNI
E 230KV 
CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 179 0

20408302 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627117 BREAKER 
230CB72, 
MILBURNI
E 230KV 
CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 206 0

20408303 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624323 BREAKER 
230CB75, 
CARY 
REGENCY 
PARK 
230KV CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 189 0

20408305 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626226 BREAKER 
230CB74, 
CARY 
REGENCY 
PARK- 
DURHAM 
230KV TIE 
CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 223 0

M-100 Sub 163 
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20475078 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627193 BREAKER 
230CB70 
DPCO EAST 
DURHAM 
230KV CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 150 0

20475079 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623242 BREAKER 
230CB73, 
DURHAM 
500KV SW 
STA, 230KV 
CB, 
230.000 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 108 0

8677540 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.5 
KV, 600.0 
AMPS, 8.0 
KA

CIRCUIT 
BREAKER

15622875 BREAKER 
#4 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 108

8677891 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623226 BREAKER 
BPN 7 
RIDGE 
ROAD 
12KV CB, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 274

8678157 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623492 BREAKER 
CAPE FEAR 
- FALLS 
115KV TIE 
CB, 115.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1219 0

8678777 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624112 BREAKER 
MILBURNI
E NORTH 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 923 0

8679360 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.5 
KV, 600.0 
AMPS, 8.0 
KA

CIRCUIT 
BREAKER

15624695 BREAKER 
#2 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 111
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8679652 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624987 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 92 0

8679653 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624988 BREAKER 
MILBURNI
E SOUTH 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 889 0

8679698 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625033 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 260 0

8680042 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625377 BREAKER 
#1 & #2 
115/12KV 
BANK TIE, 
25.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 168

8680765 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626100 BREAKER 
FALLS 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1102 0

8681037 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626372 BREAKER 
BPN 4, 
DIXIE 
TRAIL 
12KV, 25.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 239

8681672 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627007 BREAKER 
BPN 9 
FAIRGROU
NDS 12KV 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1385 0
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8682153 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627488 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 486

8682177 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 3 
CYCLES

CIRCUIT 
BREAKER

15627512 BREAKER 
BPN 6 
BUDLEIGH 
12KV CB, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 495

8682470 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627805 BREAKER 
BPN 5 
CAMERON 
VILLAGE 
12KV CB, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 428

8682472 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627807 BREAKER 
CAPE FEAR 
PLANT 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 808 0

8683252 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628587 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 5447 0

8683458 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628793 BREAKER 
RALEIGH 
SUB 115KV 
CB, 115.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1540 0

8683984 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629319 BREAKER 
#3 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 828
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8684008 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 32 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629343 BREAKER 
BPN 1 
CARDINAL 
HILLS 12KV 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 417

8684009 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629344 BREAKER 
BPN 3 
HILLSBORO
UGH ST. 
12KV CB, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 131

8684311 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629646 BREAKER 
MILBURNI
E NORTH-
SOUTH 
115KV TIE 
CB, 115.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 717 0

8684312 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629647 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 85 0

8684363 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629698 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 220 0

8684576 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629911 BREAKER 
BPN 2 
WESTERN 
BLVD. 
12KV CB, 
12.0 KV

15540370 STATION 
METHOD 
230KV, 
T4990, 
230.000 
KV

42765975 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 328

20319712 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623435 BREAKER 
BPN 2 
BELTLINE 
23KV CB, 
23.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 197

M-100 Sub 163 
PSDR2-2



20730700 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628961 BREAKER 
BPN 1 
WILDERS 
GROVE 
23KV CB, 
23.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 154

8678104 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623439 BREAKER 
LEE SUB 
230KV CB, 
230.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 750

8678151 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623486 BREAKER 
ZEBULON 
230KV SUB 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 856

8678877 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624212 BREAKER 
CB16, 
CLAYTON 
INDUSTRIA
L 115KV 
CB, 115.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 469

8678979 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624314 BREAKER 
BPN 3 
HOLSTON 
LANE 23KV 
CB, 23.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 613

8679396 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624731 BREAKER 
BPN 4 
ROGERS 
LANE 23KV 
CB, 23.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1453

8679903 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625238 BREAKER 
#21 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 285

M-100 Sub 163 
PSDR2-2



8680077 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625412 BREAKER 
FALLS - 
METHOD 
230KV TIE 
CB, 230.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 202

8680764 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626099 BREAKER 
METHOD 
SOUTH 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 916

8681170 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626505 BREAKER 
230CB25 
METHOD 
230KV CB, 
230.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 192

8681703 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627038 BREAKER 
MORDECAI 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 533

8681847 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627182 BREAKER 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 574

8682047 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623227 BREAKER 
PERSON-
ERWIN 
230KV TIE 
CB, 
230.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 246

8682589 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627924 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 617

M-100 Sub 163 
PSDR2-2



8682668 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628003 BREAKER 
WAKE 
230KV CB, 
230.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 670

8683126 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 490 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628461 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 6354

8683548 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628883 BREAKER 
NORTH-
SOUTH 
115KV TIE 
CB, 115.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 517

8683881 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625966 BREAKER 
230CB28, 
ERWIN 
230KV CB, 
230.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 250

8684017 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629352 BREAKER 
BPN 5 
POOLE 
ROAD 
23KV CB, 
23.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1741

8684432 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629767 BREAKER 
CHESTNUT 
HILLS 
115KV CB, 
115.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 806

8684501 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629836 BREAKER 
LEE-WAKE 
230KV TIE 
CB, 230.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 709

M-100 Sub 163 
PSDR2-2



8684551 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629886 BREAKER 
PERSON 
230KV CB, 
230.0 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 889

8684578 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629913 BREAKER 
METHOD 
NORTH 
115KV CB 
11, 
115.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1046

8684590 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629925 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3289

8684766 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15630101 BREAKER 
230CB23 
FALLS 
230KV CB, 
230.000 KV

15540742 STATION 
MILBUR
NIE 
230KV, 
T5000, 
230.000 
KV

42765897 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 155

8678486 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623821 BREAKER 
BPN 7 
CLEVELAN
D STREET 
12KV CB, 
12.0 KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1233 2

8678507 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623842 BREAKER 
BPN 6 
HALIFAX 
12KV CB, 
12.0 KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 622 0

8678508 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623843 BREAKER 
BPN 1 
OAKWOO
D 12KV CB, 
12.0 KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1284 0

M-100 Sub 163 
PSDR2-2



8679975 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625310 BREAKER 
BPN 8 
BISHOPS 
PARK 12KV 
CB, 12.0 
KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 692 0

8680356 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625691 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1058 0

8680655 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 
9400 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625990 BREAKER 
RALEIGH 
SUB 115KV 
CB, 115.0 
KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 578 0

8682214 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627549 BREAKER 
BPN 2 
BLOUNT 
STREET 
12KV CB, 
12.0 KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1136 1

8682579 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 
5000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627914 BREAKER 
MILBURNI
E 115KV 
CB, 115.0 
KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 942 1

8683133 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628468 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 633 0

8683625 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628960 BREAKER 
BPN 3 
PEACE 
STREET 
12KV CB, 
12.0 KV

15539988 STATION 
MORDEC
AI 
115KV, 
T5005, 
115.000 
KV

42765510 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 398 0

M-100 Sub 163 
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8677541 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15622876 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1039

8677993 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623328 BREAKER 
BPN 3 
GATEWAY 
23KV CB, 
23.0 KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 703

8678038 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623373 BREAKER 
BPN 2 
PERIMETE
R 23KV CB, 
23.0 KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 707

8678407 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623742 BREAKER 
BPN 5 
BROOKME
RE 23KV 
FEEDER 
CB, 23.0 
KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 276

8678924 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624259 BREAKER 
BPN 1 
CARPENTE
R 23KV CB, 
23.0 KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 760

8680227 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625562 BREAKER 
23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 4036

8683023 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628358 BREAKER 
BPN 4 
PRESTON 
25.8KV 
VCB, 24.0 
KV

15540055 STATION 
MORRIS
VILLE 
230KV, 
T5010, 
230.0 KV

42766316 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 782

M-100 Sub 163 
PSDR2-2



20185174 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41262519 BREAKER 
24CB12 
DAPI 12-
24KV 
FEEDER, 
24.000 KV

15541129 STATION 
POWHA
TAN 
INDUSTR
IAL 
230KV, 
T6757, 
230.000 
KV

42761811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 139

20185175 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41262520 BREAKER 
24CB19 
TRANSFER 
BUS, 
24.000 KV

15541129 STATION 
POWHA
TAN 
INDUSTR
IAL 
230KV, 
T6757, 
230.000 
KV

42761811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 140

20609945 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42268851 BREAKER 
24CB13, 
DAPI 13 
24KV, 
24.000 KV

15541129 STATION 
POWHA
TAN 
INDUSTR
IAL 
230KV, 
T6757, 
230.000 
KV

42761811 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 151

8677479 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622814 BREAKER 
BPN 8 
MARTIN 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 210

8678809 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624144 BREAKER 
METHOD - 
MORDECAI 
115KV CB, 
115.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 706 0

8679299 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624634 BREAKER 
BPN 9 
DAVIE 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 157

8679300 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624635 BREAKER 
BPN 4 
BOYLAN 
AVENUE 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 365

M-100 Sub 163 
PSDR2-2



8680224 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625559 BREAKER 
BPN 6 JAIL 
HOUSE 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 236

8680928 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626263 BREAKER 
BPN 2 
LANE 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 251

8681228 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626563 BREAKER 
BPN 1 
EDENTON 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 149

8681267 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626602 BREAKER 
#2 
CAPACITO
R BANK 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1006

8683022 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628357 BREAKER 
BPN 3 
SAINT 
MARYS 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 424

8683933 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629268 BREAKER 
BPN 7 
MORGAN 
STREET 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 137

8683986 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629321 BREAKER 
#1 
CAPACITO
R BANK 
12KV CB, 
12.0 KV

15540743 STATION 
RALEIGH 
115KV, 
T5160, 
115.000 
KV

42765157 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 354

M-100 Sub 163 
PSDR2-2



8677958 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623293 BREAKER 
BPN 8 
PROGRESS 
PLAZA 
23KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 376 0

8679478 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624813 BREAKER 
BPN 5 
PERSON 
STREET 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 728 1

8681371 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626706 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2705 0

8681461 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626796 BREAKER 
BPN 7 
BILTMORE 
HILLS 12KV 
CB, 12.0 
KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 513 0

8682736 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628071 BREAKER 
BPN 2 
SOUTH 
STREET 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 914 0

8683150 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628485 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1283 0

8683191 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628526 BREAKER 
BPN 6 
LENOIR 
STREET 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1639 0

M-100 Sub 163 
PSDR2-2



8684020 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629355 BREAKER 
BPN 4 
EAST 
STREET 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1048 0

8684111 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629446 BREAKER 
BPN 3 
WILMINGT
ON STREET 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 607 0

8684144 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629479 BREAKER 
BPN 1 
LONGVIEW 
12KV CB, 
12.0 KV

15540251 STATION 
RALEIGH 
EAST 
STREET 
230KV, 
T5120, 
230.0 KV

42765553 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2474 1

8679046 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624381 BREAKER 
13CB14, 
DAWSON 
STREET 
13KV CB, 
12.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 218

8680068 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625403 BREAKER 
13CB21, 
SALSBURY 
STREET 
13KV CB, 
25.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 191

8680278 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625613 BREAKER 
13CB18, 
#1, 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 232

M-100 Sub 163 
PSDR2-2



8680480 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625815 BREAKER 
13CB12, 
CENTRAL 
PRISON 
13KV CB, 
12.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 233

8680481 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625816 BREAKER 
13CB13, 
WEST 
STREET 
13KV CB, 
12.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 177

8680482 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625817 BREAKER 
13CB19, 
TRANSFER 
BUS 13KV 
CB, 12.0 
KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 187

8681067 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626402 BREAKER 
13CB23, 
CONVENTI
ON 
CENTER 
13KV CB, 
25.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 176

8681471 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626806 BREAKER 
13CB11, 
DOROTHE
A DRIVE 
13KV CB, 
12.0 KV

15540225 STATION 
RALEIGH 
HARRIN
GTON 
STREET 
115KV, 
T4596, 
115.0 KV

42765431 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 186

M-100 Sub 163 
PSDR2-2



20609939 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627918 BREAKER 
BPN 4 
PLAZA 
WEST 
23KV CB, 
23.0 KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 143

20609941 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS

CIRCUIT 
BREAKER

15626010 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 0

8677477 BREAKER, 
GAS, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622812 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2539

8681699 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627034 BREAKER 
BPN 1 SUN 
GATE 23KV 
CB, 23.0 
KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 837 0

8682587 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627922 BREAKER 
BPN 5 
CROSS 
COUNTRY 
23KV CB, 
23.0 KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 159

8683545 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628880 BREAKER 
BPN 3 
FARM 
GATE 23KV 
CB, 23.0 
KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1151 0

M-100 Sub 163 
PSDR2-2



8684428 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629763 BREAKER 
BPN 2 
ROYLENE 
23KV CB, 
23.0 KV

15539874 STATION 
RALEIGH 
OAKDAL
E 230KV, 
T5136, 
230.0 KV

42766158 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1019 0

8678762 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624097 BREAKER 
BPN 2 
TRYON 
ROAD 
23KV CB, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1946

8679636 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624971 BREAKER 
BPN 1 
LAKE DAM 
23KV CB, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1868

8681502 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626837 BREAKER 
BPN 5 
GORMAN 
STREET 
23KV CB, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2624

8682222 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627557 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1323

8683442 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15628777 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 533

M-100 Sub 163 
PSDR2-2



8684072 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629407 BREAKER 
BPN 3 
LAKE 
WHEELER 
23KV CB, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 2354

8684109 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629444 BREAKER 
BPN 4 
AVENT 
FERRY 
23KV CB, 
23.0 KV

15540374 STATION 
RALEIGH 
SOUTH 
115KV, 
T5145, 
115.0 KV

42765093 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 1808

20690938 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626928 BREAKER 
BPN 1 
LITTLEJOH
N 23KV CB, 
23.000 KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 160

20690940 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625963 BREAKER 
BPN 2 
ROSE LANE 
23KV CB, 
23.000 KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 144

20753228 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625198 BREAKER 
BPN 4 
GLENBROO
K 23KV CB, 
23.000 KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 318

8677579 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622914 BREAKER 
BPN3, 
PLAZA 
EAST 24KV, 
24.0 KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 343

M-100 Sub 163 
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8677930 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623265 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021

8683957 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15629292 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540375 STATION 
RALEIGH 
WORTH
DALE 
230KV, 
T5168, 
230.0 KV

42765951 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 3257

8679468 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624803 BREAKER 
24CB13 
CRABTREE 
CREEK 
24KV CB, 
24.0 KV

15540252 STATION 
RALEIGH 
YONKER
S ROAD 
115KV, 
T5126, 
115.0 KV

42765671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 520

8679469 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624804 BREAKER 
24CB12 
WAKEMED 
24KV CB, 
24.0 KV

15540252 STATION 
RALEIGH 
YONKER
S ROAD 
115KV, 
T5126, 
115.0 KV

42765671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 431

8681902 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627237 BREAKER 
24CB11 
SUNNYBR
OOK ROAD 
24KV CB, 
25.0 KV

15540252 STATION 
RALEIGH 
YONKER
S ROAD 
115KV, 
T5126, 
115.0 KV

42765671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 239

8683184 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628519 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540252 STATION 
RALEIGH 
YONKER
S ROAD 
115KV, 
T5126, 
115.0 KV

42765671 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 479

M-100 Sub 163 
PSDR2-2



20761439 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42542164 BREAKER 
24CB23, 
LITTLE 
DRIVE CB, 
24.000 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 199

20761440 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42542165 BREAKER 
24CB22, 
PARAMOU
NT PKWY, 
24.000 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 187

8678000 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623335 BREAKER 
230CB29, 
DURHAM 
230KV CB, 
230.0 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 294

8678155 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623490 BREAKER 
230CB25, 
HARRIS 
PLANT - 
CARY 
REGENCY 
PARK 
230KV TIE 
CB, 230.0 
KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 324

8678883 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624218 BREAKER 
230CB24, 
HARRIS 
PALNT 
230KV 
FEEDER 
CB, 230.0 
KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 324

8679132 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624467 BREAKER 
24CB21 
CARRINGT
ON MILL 
24KV, 
25.000 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 187

8681570 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626905 BREAKER 
24CB11 
DAVIS 
DRIVE 
24KV CB, 
24.0 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 259

M-100 Sub 163 
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8682443 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627778 BREAKER 
24CB13 
CHURCH 
ST. 24KV 
CB, 24.0 
KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 345

8683399 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628734 BREAKER 
24CB12 
MCCRIMM
ON FEEDER 
24KV CB, 
24.0 KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 464

8684287 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629622 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540248 STATION 
RTP 
230KV, 
T5014, 
230.0 KV

42766256 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 226

8677866 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623201 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540981 STATION 
WAKE 
TECH 
230KV, 
T4426, 
230.0 KV

42766228 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 196

8682916 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628251 BREAKER 
24CB13 
TWIN 
CREEKS 24 
KV CB, 
25.0 KV

15540981 STATION 
WAKE 
TECH 
230KV, 
T4426, 
230.0 KV

42766228 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 185

8684285 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629620 BREAKER 
24CB11 
BANKS 
24KV CB, 
24.0 KV

15540981 STATION 
WAKE 
TECH 
230KV, 
T4426, 
230.0 KV

42766228 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 274

8684585 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629920 BREAKER 
24CB12 
MCCULLER
S 24KV CB, 
24.0 KV

15540981 STATION 
WAKE 
TECH 
230KV, 
T4426, 
230.0 KV

42766228 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES05 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/29/2021 417

M-100 Sub 163 
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20856210 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624780 BREAKER 
BPN 1 
JACKSON 
HAMLET 
23KV CB, 
23.0 KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 164

20859267 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623819 BREAKER 
BPN 5 
MCCAIN 
23KV CB, 
23.000 KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 153

8678549 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623884 BREAKER 
BPN 2 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 929 0

8678862 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624197 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2922 0

8681338 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626673 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 12

8683172 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628507 BREAKER 
BPN 4 
CCNC 23KV 
CB, 24.0 
KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 271

8684073 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629408 BREAKER 
BPN 3 
PINEBLUFF 
23KV CB, 
23.0 KV

15540448 STATION 
ABERDEE
N 115KV, 
T0900, 
115.0 KV

42765908 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1991 0

M-100 Sub 163 
PSDR2-2



20551134 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42160903 BREAKER 
24CB21 
MCIVER 
STREET, 
24.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 163

20551135 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42160904 BREAKER 
24CB23 
TIPPETT 
ROAD, 
24.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158

20551136 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42160905 BREAKER 
24CB29 
TRANSFER, 
24.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 252

20774372 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625690 BREAKER 
24CB18 #1 
CAP BANK 
CB, 23.000 
KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 154

20774373 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628078 BREAKER 
24CB14 
CHALYBEA
TE 24KV, 
23.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 169

20774377 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623138 BREAKER 
24CB13 
PEARIDGE 
24KV, 
23.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 179

20774379 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624782 BREAKER 
24CB12 
KENNEBEC 
24KV, 
23.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 169

20774380 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624907 BREAKER 
24CB11 
ANGIER 
24KV, 
23.000 KV

15540383 STATION 
ANGIER 
230KV, 
T5427, 
230.000 
KV

42766220 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 199

M-100 Sub 163 
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8677474 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622809 BREAKER 
BPN 1 
HIGHWAY 
55 24KV 
CB, 24.0 
KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 705

8677502 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622837 BREAKER 
BPN 23 
TOWN OF 
APEX 2 
23KV 
FEEDER 
CB, 23.0 
KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 118

8677530 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622865 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1589

8678509 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623844 BREAKER 
#4 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 5

8679742 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625077 BREAKER 
BPN 4 
OLIVE 
CHAPEL 
24KV CB, 
24.0 KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 151 0

8680598 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625933 BREAKER 
BPN 3 
APEX 
INDUSTRIA
L 24KV CB, 
24.0 KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 154 0

8681244 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626579 BREAKER 
BPN 22 
TOWN OF 
APEX 1 
23KV 
FEEDER 
CB, 23.0 
KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 108

M-100 Sub 163 
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8681688 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627023 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 140 0

8682289 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627624 BREAKER 
BPN 2 
APEX 
NORTH 
24KV CB, 
24.0 KV

15540223 STATION 
APEX 
230KV, 
T4530, 
230.0 KV

42765402 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 129 0

20466499 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624256 BREAKER 
SILER CITY - 
WEST BUS 
230KV 
CB29, 
230.000 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 116 0

20740243 BREAKER, 
GAS, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625117 BREAKER 
CB08, 
ASHEBORO 
EAST 
115KV 
NORTH, 
115.000 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 243 0

8677903 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623238 BREAKER 
CB10 - 
115KV 
EAST BUS 
TIE CB, 
115.000 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 250 0

8677954 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 13 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623289 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 481 0

8678775 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624110 BREAKER 
ASHEBORO 
EAST 
115KV 
SOUTH 
115KV CB, 
115.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 691 0

M-100 Sub 163 
PSDR2-2



8679984 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625319 BREAKER 
DUKE 
PLEASANT 
GARDEN 
230KV 
CB24, 
230.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 318 0

8680706 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626041 BREAKER 
SILER CITY - 
EAST BUS 
230KV CB, 
230.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 153 0

8680889 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626224 BREAKER 
SILER CITY 
230KV SUB 
115KV CB, 
115.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 898 0

8681465 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626800 BREAKER 
CB3 - #1 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1919 0

8681876 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627211 BREAKER 
BISCOE 
230KV LINE 
CB26, 
230.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 230 0

8681877 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627212 BREAKER 
BISCOE-
DUKE 
PLEASANT 
GARDEN 
230KV TIE 
CB25, 
230.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 276 0

8683710 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629045 BREAKER 
CB1 - #1 
BANK 
115KV CB, 
115.0 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 211 0

M-100 Sub 163 
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8684785 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630120 BREAKER 
CB9, 
115KV 
WEST BUS 
TIE, 
115.000 KV

15540111 STATION 
ASHEBO
RO 
230KV, 
T0961, 
230.000 
KV

42765821 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158 0

20594937 BREAKER, 
GAS, 
Unknown 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627855 BREAKER 
115CB13, 
ASHEBORO 
230KV SUB 
NORTH 
115KV CB, 
115.0 KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 229 0

8678652 BREAKER, 
OIL, ABC 
PH, 23 KV, 
27 KV, 800 
AMPS, 3.5 
CYCLES

CIRCUIT 
BREAKER

15623987 BREAKER 
BPN 1 COX 
STREET 
23KV CB, 
23.0 KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 700 3

8679546 BREAKER, 
OIL, ABC 
PH, 23 KV, 
27 KV, 800 
AMPS, 3.5 
CYCLES

CIRCUIT 
BREAKER

15624881 BREAKER 
BPN 2 
HIGHWAY 
64 23KV 
CB, 23.0 
KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 850 0

8679553 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624888 BREAKER 
115CB15, 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1168 0

8681085 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626420 BREAKER 
115CB11 
ASHEBORO 
230KV 
SUB. 
SOUTH 
115KV LINE 
CB, 115.0 
KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 229 0

8681482 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626817 BREAKER 
115CB14, 
#2 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1330 0

M-100 Sub 163 
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8681733 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627068 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2172 0

8682531 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627866 BREAKER 
115CB12, 
BISCOE 
115KV CB, 
115.0 KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 203 0

8683534 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1200 
AMPS, 
5000 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628869 BREAKER 
115CB10, 
LIBERTY 
115KV CB, 
115.0 KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1513 0

8684169 BREAKER, 
OIL, ABC 
PH, 23 KV, 
27 KV, 800 
AMPS, 3.5 
CYCLES

CIRCUIT 
BREAKER

15629504 BREAKER 
BPN 3 
MEADOW
BROOK 
ROAD 
23KV CB, 
23.0 KV

15541004 STATION 
ASHEBO
RO EAST 
115KV, 
T0960, 
115.000 
KV

42765329 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 703 1

20317190 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629653 BREAKER 
BPN 3 
WORTHVIL
LE 23KV 
CB, 23.0 
KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 186

20317197 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629398 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 142

20317347 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623292 BREAKER 
BPN 2  
CENTRAL 
AVENUE 
23KV CB, 
23.000 KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 160

M-100 Sub 163 
PSDR2-2



8678311 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623646 BREAKER 
BPN 5 
BURLINGT
ON 24KV 
CB, 25.0 
KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 142

8681592 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626927 BREAKER 
BPN 1 
LIBERTY 
ROAD 
23KV CB, 
23.0 KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 127 0

8682042 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627377 BREAKER 
#2 25KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 182

8684726 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630061 BREAKER 
BPN 6 HUB 
MORRIS 
ROAD 
24KV CB, 
25.0 KV

15540449 STATION 
ASHEBO
RO 
NORTH 
115KV, 
T0965, 
115.0 KV

42765231 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 162

8679287 BREAKER, 
VAC, ABC 
PH, 4.2 KV, 
4.8 KV, 
1200 
AMPS, 250 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624622 BREAKER 
#1 2.4KV 
CAPACITO
R BANK 
CB, 4.2 KV

15540451 STATION 
ASHEBO
RO 
OLIVER 
RUBBER 
115KV, 
T1210, 
115.0 KV

42765915 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 4160

20892666 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627524 BREAKER 
BPN 2 
DIXIE 
DRIVE 
23KV CB, 
23.000 KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 180
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20892667 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626722 BREAKER 
BPN 3 
ASHEBORO 
SOUTH 
23KV CB, 
23.000 KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 157

8678535 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623870 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2384 0

8678618 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623953 BREAKER 
BPN 4 
MCDOWEL
L RD. 23KV 
CB, 23.0 
KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 895 0

8679569 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624904 BREAKER 
BPN 5 
INDUSTRIA
L PARK 
23KV CB, 
23.0 KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 266 0

8680226 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625561 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1574

8680438 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625773 BREAKER 
BPN 1 
ALBEMARL
E ROAD 
23KV CB, 
23.0 KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1280 1

M-100 Sub 163 
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8681396 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626731 BREAKER 
#1 115KV 
CAPACITO
R BANK CB 
W/ ZERO V 
CL, 115.0 
KV

15540629 STATION 
ASHEBO
RO 
SOUTH 
115KV, 
T0950, 
115.0 KV

42766240 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1847 0

20488653 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627816 BREAKER 
BPN 2 
UWHARRIE 
STREET 
23KV CB, 
23.000 KV

15539875 STATION 
ASHEBO
RO WEST 
115KV, 
T0955, 
115.0 KV

42765613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 164

20488662 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623072 BREAKER 
BPN 3 
MOUNTAI
N 23KV CB, 
23.000 KV

15539875 STATION 
ASHEBO
RO WEST 
115KV, 
T0955, 
115.0 KV

42765613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158

20488666 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625177 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539875 STATION 
ASHEBO
RO WEST 
115KV, 
T0955, 
115.0 KV

42765613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 146

8679155 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624490 BREAKER 
BPN 1 
DOWNTO
WN 23KV 
CB, 25.0 
KV

15539875 STATION 
ASHEBO
RO WEST 
115KV, 
T0955, 
115.0 KV

42765613 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 186

8678303 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623638 BREAKER 
24CB13 
SEMINOLE 
24KV CB, 
25.0 KV

15539798 STATION 
BEAR 
BRANCH 
230KV, 
T2443, 
230.000 
KV

42761737 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 166

8680133 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625468 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15539798 STATION 
BEAR 
BRANCH 
230KV, 
T2443, 
230.000 
KV

42761737 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 145

M-100 Sub 163 
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8682019 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627354 BREAKER 
24CB12 
BENHAVEN 
24KV CB, 
25.0 KV

15539798 STATION 
BEAR 
BRANCH 
230KV, 
T2443, 
230.000 
KV

42761737 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 141

8677863 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623198 BREAKER 
BPN 1 
STAR 
NORTH 
23KV CB, 
23.0 KV

15539686 STATION 
BISCOE 
115KV, 
T0990, 
115.000 
KV

42766025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1089 0

8678617 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623952 BREAKER 
BPN 3 
BISCOE 
23KV CB, 
23.0 KV

15539686 STATION 
BISCOE 
115KV, 
T0990, 
115.000 
KV

42766025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 946 0

8678746 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624081 BREAKER 
BPN 2 
HWY. 220 
23KV CB, 
23.0 KV

15539686 STATION 
BISCOE 
115KV, 
T0990, 
115.000 
KV

42766025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1245 1

8683688 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629023 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539686 STATION 
BISCOE 
115KV, 
T0990, 
115.000 
KV

42766025 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 21 0

8678119 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623454 BREAKER 
115CB10, 
ASHEBORO 
EAST 
115KV LINE 
CB, 115.0 
KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 478 0

8679000 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624335 BREAKER 
115CB6, 
TILLERY 
115KV - 
CAPE FEAR 
115KV CB, 
115.0 KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 415 0
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8680785 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626120 BREAKER 
230CB27, 
ROCKINGH
AM 230KV 
LINE CB, 
230.0 KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 312 0

8680802 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626137 BREAKER 
230CB24, 
ASHEBORO 
230KV LINE 
CB, 230.0 
KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 262 0

8681820 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627155 BREAKER 
115CB4, 
TILLERY 
115KV LINE 
CB, 115.0 
KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 381 0

8683655 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628990 BREAKER 
115CB9,  
ASHEBORO 
EAST - 
WEST 
115KV BUS 
BY-PASS, 
115.0 KV

15540319 STATION 
BISCOE 
230KV, 
T0995, 
230.000 
KV

42765607 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 317 0

8679601 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624936 BREAKER 
BPN 1 
BUIES 
CREEK 
23KV CB, 
23.0 KV

15539998 STATION 
BUIES 
CREEK 
230KV, 
T5504, 
230.000 
KV

42765767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 785 0

8679770 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625105 BREAKER 
BPN 2 
COATS 
23KV CB, 
23.0 KV

15539998 STATION 
BUIES 
CREEK 
230KV, 
T5504, 
230.000 
KV

42765767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1007 0

8681734 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627069 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539998 STATION 
BUIES 
CREEK 
230KV, 
T5504, 
230.000 
KV

42765767 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1059 0

M-100 Sub 163 
PSDR2-2



20221781 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41293880 BREAKER 
24CB11 
ANDREWS 
STORE 
ROAD 
FEEDER, 
25.000 KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 176

8677537 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622872 BREAKER 
24CB28 #2 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 248

8680063 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624996 BREAKER 
24CB22 
BYNUM 
24KV CB, 
24.0 KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 342

8680252 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15625587 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1551

8683964 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629299 BREAKER 
24CB13 
CHAPEL 
HILL 24KV 
CB, 24.0 
KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 475

8684226 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629561 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 288

8684227 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629562 BREAKER 
24CB21 
JACK 
BENNETT 
24KV CB, 
24.0 KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 63

M-100 Sub 163 
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8684668 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626929 BREAKER 
24CB12 
FEARRINGT
ON 24KV 
CB, 24.0 
KV

15541024 STATION 
BYNUM 
230KV, 
T1025, 
230.0 KV

42765171 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 163

8680604 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625939 BREAKER 
24CB11 
HIGHWAY 
211 24KV 
CB, 24.0 
KV

15540759 STATION 
CANDOR 
115KV, 
T1850, 
115.0 KV

42766442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 217

8684675 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630010 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540759 STATION 
CANDOR 
115KV, 
T1850, 
115.0 KV

42766442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 163

8684697 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630032 BREAKER 
24CB12 
BRUTONVI
LLE 24KV 
CB, 25.0 
KV

15540759 STATION 
CANDOR 
115KV, 
T1850, 
115.0 KV

42766442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 228

8678821 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624156 BREAKER 
HARRIS 
PLANT 
230KV 
SOUTH CB, 
230.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 722 0

8679681 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 940 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625016 BREAKER 
MONCURE 
ALLIED 
FIBRES 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 5092 0

8680651 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625986 BREAKER 
NORTH-
SOUTH 
BUS TIE 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 126 0

M-100 Sub 163 
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8680652 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625987 BREAKER 
BISCOE 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 788 2

8680888 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626223 BREAKER 
ERWIN 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 137 0

8680958 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 940 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626293 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 658 0

8681614 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 940 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626949 BREAKER 
METHOD 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 627 0

8681809 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627144 BREAKER 
WEST END 
230KV CB, 
230.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 399 0

8683671 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629006 BREAKER 
JONESBOR
O 230KV 
CB, 230.0 
KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 794 0

8684172 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629507 BREAKER 
230KV 
CAPACITO
R BANK 
CB, 230.0 
KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 5402 0

M-100 Sub 163 
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8684389 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629724 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 557 0

8684530 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629865 BREAKER 
HARRIS 
PLANT 
230KV 
NORTH CB, 
230.0 KV

15540703 STATION 
CAPE 
FEAR S. 
E. 
PLANT, 
T4570, 
230.0 KV

42765378 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 318 0

8678443 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623778 BREAKER 
BPN 4 
CARTHAGE 
NORTH 
12KV CB, 
12.0 KV

15540450 STATION 
CARTHA
GE 
115KV, 
T1050, 
115.000 
KV

42765714 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 489

8679210 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624545 BREAKER 
24CB28 
CAPACITO
R BANK 
24KV CB, 
25.0 KV

15540450 STATION 
CARTHA
GE 
115KV, 
T1050, 
115.000 
KV

42765714 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 914

8681568 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626903 BREAKER 
BPN 2 
COURTHO
USE 12KV 
CIRCUIT 
BREAKER, 
24.0 KV

15540450 STATION 
CARTHA
GE 
115KV, 
T1050, 
115.000 
KV

42765714 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 327

8682030 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627365 BREAKER 
BPN 1 
CARTHAGE 
SOUTH 
12KV CB, 
25.0 KV

15540450 STATION 
CARTHA
GE 
115KV, 
T1050, 
115.000 
KV

42765714 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 176

8682483 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627818 BREAKER 
BPN 3 
CENTRAL 
EMC 12KV 
CB, 12.0 
KV

15540450 STATION 
CARTHA
GE 
115KV, 
T1050, 
115.000 
KV

42765714 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158 0

M-100 Sub 163 
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20563959 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628752 BREAKER 
24CB12 
WILBON 
24KV CB, 
24.0 KV

15540034 STATION 
DUNCAN 
230KV, 
T4630, 
230.0 KV

42766224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 141

8680426 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625761 BREAKER 
24CB13 
DUNCAN 
24KV CB, 
24.0 KV

15540034 STATION 
DUNCAN 
230KV, 
T4630, 
230.0 KV

42766224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 566

8682298 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627633 BREAKER 
24CB19 
TRANSFER 
24KV CB, 
24.0 KV

15540034 STATION 
DUNCAN 
230KV, 
T4630, 
230.0 KV

42766224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 193

8683738 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629073 BREAKER 
24CB11 
ROUSE 
ROAD 
24KV CB, 
24.0 KV

15540034 STATION 
DUNCAN 
230KV, 
T4630, 
230.0 KV

42766224 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 226

8678476 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623811 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 379

8679375 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624710 BREAKER 
24CB11 
JACKSON 
KING 24KV 
CB, 24.0 
KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 157

8679390 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624725 BREAKER 
24CB13 
MCGEES 
CROSSROA
DS 24KV 
CB, 23.0 
KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158

M-100 Sub 163 
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8681330 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626665 BREAKER 
24CB12 
MOUNT 
PLEASANT 
24KV CB, 
23.0 KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 545

8682395 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627730 BREAKER 
24CB21 
OLD DRUG 
STORE 
24KV CB, 
24.0 KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 361

8684237 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629572 BREAKER 
24CB21 
JOHNSON 
CROSSROA
DS 24KV 
CB, 24.0 
KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 348

8684792 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630127 BREAKER 
24CB23 
DIXON 
ROAD 
24KV CB, 
25.0 KV

15540945 STATION 
EDMON
DSON 
230KV, 
T5670, 
230.0 KV

42765858 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 180

8678523 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623858 BREAKER 
BPN 4 
SUNSET 
PLAZA 
23KV CB, 
23.0 KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1930 1

8680345 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625680 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 130

8680349 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625684 BREAKER 
BPN 3 
PURFOY 
23KV CB, 
23.0 KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2013 8
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8680696 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626031 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 4592 0

8681343 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626678 BREAKER 
BPN 2 
SOUTH 
PARK 23KV 
CB, 23.0 
KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 403 2

8682664 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627999 BREAKER 
BPN 5 
HOLLAND 
ROAD 
23KV CB, 
23.0 KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1057 0

8683128 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628463 BREAKER 
BPN 1 
FUQUAY 
23KV CB, 
23.0 KV

15540797 STATION 
FUQUAY 
230KV, 
T4710, 
230.0 KV

42766332 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 593 0

8678397 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623732 BREAKER 
BPN 5 
NEEDMOR
E 23KV CB, 
23.0 KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 820

8679607 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624942 BREAKER 
BPN 1 
OPTIMIST 
FARM 
23KV CB, 
23.0 KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1496

8679700 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625035 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 120
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8680579 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625914 BREAKER 
BPN 3 SR 
1010 23KV 
CB, 23.0 
KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1512

8681554 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626889 BREAKER 
BPN 2 
PENNY 
ROAD 
23KV CB, 
23.0 KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1178

8681559 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626894 BREAKER 
BPN 4 
HILLTOP 
23KV CB, 
23.0 KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 997

8683031 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628366 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540618 STATION 
FUQUAY 
BELLS 
LAKE 
230KV, 
T4866, 
230.0 KV

42766082 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 3386

20634877 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42309931 BREAKER 
24CB29, 
TRANSFER 
BUS, 
24.000 KV

40541873 STATION 
FUQUAY 
WADE 
NASH 
ROAD 
115KV, 
T4711, 
115.000 
KV

42761654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 161

20634878 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42309932 BREAKER 
24CB23, 
WADE 
NASH 
FEEDER, 
24.000 KV

40541873 STATION 
FUQUAY 
WADE 
NASH 
ROAD 
115KV, 
T4711, 
115.000 
KV

42761654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 146
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20634879 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42309933 BREAKER 
24CB22, 
ALSTON 
RIDGE 
FEEDER, 
24.000 KV

40541873 STATION 
FUQUAY 
WADE 
NASH 
ROAD 
115KV, 
T4711, 
115.000 
KV

42761654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 161

20634880 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42309934 BREAKER 
24CB21, 
WINDSOR 
POINT 
FEEDER, 
24.000 KV

40541873 STATION 
FUQUAY 
WADE 
NASH 
ROAD 
115KV, 
T4711, 
115.000 
KV

42761654 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 169

20169897 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41216212 BREAKER 
24CB12 
SUNSET 
RIDGE 
NORTH, 
24.000 KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158

8678452 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623787 BREAKER 
24CB22 
SURRY 
RIDGE 
24KV CB, 
24.0 KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 405

8679350 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624685 BREAKER 
24CB14 
RHAMKAT
TE 24KV 
CB, 24.0 
KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 492

8680282 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625617 BREAKER 
24CB23 
FELTONSVI
LLE 24KV 
CB, 24.0 
KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 314

M-100 Sub 163 
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8681480 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626815 BREAKER 
24CB13 
ARBOR 
CREEK 
24KV CB, 
24.0 KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 434

8683067 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628402 BREAKER 
24CB15 
HOLLY 
SPRINGS 
24KV VCB, 
24.0 KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 470

8683075 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628410 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 693

8683987 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629322 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 185

8684565 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629900 BREAKER 
24CB21 
BRACKENR
IDGE 24KV 
CB, 24.0 
KV

15541008 STATION 
HOLLY 
SPRINGS 
230KV, 
T4795, 
230.0 KV

42766307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 613

20831080 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

42679121 BREAKER 
24CB13, 
BENNETT 
KNOLL, 
24.000 KV

15540242 STATION 
HOLLY 
SPRINGS 
INDUSTR
IAL 
230KV, 
T4796, 
230.0 KV

42765391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 160
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8679065 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624400 BREAKER 
24CB12 
24KV 
TWELEVE 
OAKS, 24.0 
KV

15540242 STATION 
HOLLY 
SPRINGS 
INDUSTR
IAL 
230KV, 
T4796, 
230.0 KV

42765391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 252

8679066 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624401 BREAKER 
24CB11 
24KV 
NOVARTIS, 
24.0 KV

15540242 STATION 
HOLLY 
SPRINGS 
INDUSTR
IAL 
230KV, 
T4796, 
230.0 KV

42765391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 203

8682784 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628119 BREAKER 
24CB19 
24KV 
TRANSFER 
BUS 
CIRCUIT 
BREAKER, 
24.0 KV

15540242 STATION 
HOLLY 
SPRINGS 
INDUSTR
IAL 
230KV, 
T4796, 
230.0 KV

42765391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 169

8677548 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622883 BREAKER 
BPN 5 
HIGHWAY 
87 23KV 
CB, 23.0 
KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 142 0

8677550 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622885 BREAKER 
BPN 4 
OLIVIA 
23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 145 0

8677562 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622897 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 453 0
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8679043 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624378 BREAKER 
BPN 13 
MAIN 
STREET 
23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 330

8679049 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624384 BREAKER 
BPN 3 COX 
MILL ROAD 
23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 695 0

8679368 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624703 BREAKER 
BPN 12 
JONESBOR
O CENTRAL 
23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 183 0

8680293 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625628 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 78

8682435 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627770 BREAKER 
BPN 11 
JONESBOR
O NORTH 
23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 122 0

8683032 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628367 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2027

8683392 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628727 BREAKER 
BPN 6 
BROADWA
Y 23KV CB, 
23.0 KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 911 0
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8684277 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629612 BREAKER 
BPN 7 
CENTRAL 
EMC 23KV 
CB, 23.0 
KV

15540002 STATION 
JONESB
ORO 
230KV, 
T2141, 
230.000 
KV

42765449 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 438 0

8678301 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623636 BREAKER 
24CB11 
LAKEBAY 
ROAD 
24KV CB, 
25.0 KV

15540542 STATION 
LAKEVIE
W 
115KV, 
T1549, 
115.0 KV

42765865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 134

8683863 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629198 BREAKER 
24CB13  
LAKEVIEW 
MT. 
PLEASANT 
24KV CB, 
25.0 KV

15540542 STATION 
LAKEVIE
W 
115KV, 
T1549, 
115.0 KV

42765865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 219

8683864 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629199 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540542 STATION 
LAKEVIE
W 
115KV, 
T1549, 
115.0 KV

42765865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 148

8684742 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630077 BREAKER 
24CB12 
CAMERON  
24KV CB, 
25.0 KV

15540542 STATION 
LAKEVIE
W 
115KV, 
T1549, 
115.0 KV

42765865 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 248

8677785 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623120 BREAKER 
BPN 3 
LIBERTY 
WEST 
23KV CB, 
23.0 KV

15540257 STATION 
LIBERTY 
115KV, 
T1330, 
115.0 KV

42766391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 507 0

8678908 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624243 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540257 STATION 
LIBERTY 
115KV, 
T1330, 
115.0 KV

42766391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 382 0
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8683047 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628382 BREAKER 
BPN 2 
LIBERTY 
EAST 23KV 
CB, 23.0 
KV

15540257 STATION 
LIBERTY 
115KV, 
T1330, 
115.0 KV

42766391 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 303

20820473 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627789 BREAKER 
BPN 4 
MAMERS 
23KV CB, 
23.000 KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 153

8678144 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623479 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2503

8681125 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626460 BREAKER 
BPN 5, 
NC210 
NORTH, 
24KV CB, 
25.0 KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 198

8683543 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628878 BREAKER 
BPN 3 
N.C.210 
NORTH 
23KV CB, 
23.0 KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 806 0

8684426 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629761 BREAKER 
BPN 1 
BUNNLEVE
L 23KV CB, 
23.0 KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 851 0

8684427 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629762 BREAKER 
BPN 2 
MCNEIL 
STREET 
23KV CB, 
23.0 KV

15540570 STATION 
LILLINGT
ON 
115KV, 
T5860, 
115.000 
KV

42765946 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 141 0

M-100 Sub 163 
PSDR2-2



8678517 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623852 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540939 STATION 
MONCU
RE 
115KV, 
T2225, 
115.0 KV

42765346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2295 0

8678761 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624096 BREAKER 
BPN 2 
MONCURE 
23KV CB, 
23.0 KV

15540939 STATION 
MONCU
RE 
115KV, 
T2225, 
115.0 KV

42765346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1537 0

8680279 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625614 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CKTBRK, 
23.0 KV

15540939 STATION 
MONCU
RE 
115KV, 
T2225, 
115.0 KV

42765346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 313

8682432 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627767 BREAKER 
BPN 5 
WEYERHAE
USER 23KV 
CB, 23.0 
KV

15540939 STATION 
MONCU
RE 
115KV, 
T2225, 
115.0 KV

42765346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 833 0

8682457 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627792 BREAKER 
BPN 3 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540939 STATION 
MONCU
RE 
115KV, 
T2225, 
115.0 KV

42765346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1320 0

8678910 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624245 BREAKER 
#1 BANK 
12KV CB, 
12.0 KV

15540756 STATION 
MONCU
RE 
ALLIED 
FIBERS 
115KV, 
T1755, 
115.0 KV

42766450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 318 0

8680581 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625916 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15540756 STATION 
MONCU
RE 
ALLIED 
FIBERS 
115KV, 
T1755, 
115.0 KV

42766450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1830
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8682622 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627957 BREAKER 
#2 BANK 
12KV CB, 
12.0 KV

15540756 STATION 
MONCU
RE 
ALLIED 
FIBERS 
115KV, 
T1755, 
115.0 KV

42766450 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 041 0

8677879 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623214 BREAKER 
BPN 1 MT. 
GILEAD 
WEST 
12KV CB, 
12.0 KV

15541026 STATION 
MT 
GILEAD 
115KV, 
T1360, 
115.000 
KV

42765981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 272

8680626 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
600 AMPS, 
250 KA, 8 
CYCLES

CIRCUIT 
BREAKER

15625961 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15541026 STATION 
MT 
GILEAD 
115KV, 
T1360, 
115.000 
KV

42765981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1616 0

8681217 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626552 BREAKER 
BPN 3 MT. 
GILEAD 
NORTH 
12KV CB, 
12.0 KV

15541026 STATION 
MT 
GILEAD 
115KV, 
T1360, 
115.000 
KV

42765981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 437

8681577 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626912 BREAKER 
BPN 2 MT. 
GILEAD 
EAST 12KV 
CB, 12.0 
KV

15541026 STATION 
MT 
GILEAD 
115KV, 
T1360, 
115.000 
KV

42765981 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 254

8677524 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622859 BREAKER 
13CB11 
HOMANIT 
MANUFAC
TURING 
12KV CB, 
12.0 KV

15540452 STATION 
MT 
GILEAD 
INDUSTR
IAL 
115KV, 
T1365, 
115.000 
KV

42766262 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 127

8678449 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623784 BREAKER 
13CB12 
HOMANIT 
MOTOR 
12KV CB, 
12.0 KV

15540452 STATION 
MT 
GILEAD 
INDUSTR
IAL 
115KV, 
T1365, 
115.000 
KV

42766262 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 79
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8679349 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624684 BREAKER 
13CB19 
TRANSFER 
12KV CB, 
12.0 KV

15540452 STATION 
MT 
GILEAD 
INDUSTR
IAL 
115KV, 
T1365, 
115.000 
KV

42766262 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 217

8682148 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627483 BREAKER 
13CB13 
JORDAN 
LUMBER 
12KV CB, 
12.0 KV

15540452 STATION 
MT 
GILEAD 
INDUSTR
IAL 
115KV, 
T1365, 
115.000 
KV

42766262 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 269

8682164 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627499 BREAKER 
13CB18 
NO.1 
CAPACITO
R 12KV CB, 
12.0 KV

15540452 STATION 
MT 
GILEAD 
INDUSTR
IAL 
115KV, 
T1365, 
115.000 
KV

42766262 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2343

20438460 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628615 BREAKER 
BPN 1 
HARRIS 
PLANT 
23KV CB, 
23.000 KV

15540398 STATION 
NEW 
HILL 
230KV, 
T5911, 
230.0 KV

42765725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 165

20438463 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625831 BREAKER 
BPN 2 
NEW HILL 
23KV CB, 
23.000 KV

15540398 STATION 
NEW 
HILL 
230KV, 
T5911, 
230.0 KV

42765725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 145

20438464 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623311 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540398 STATION 
NEW 
HILL 
230KV, 
T5911, 
230.0 KV

42765725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 165

8680470 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625805 BREAKER 
230KV 
CAPACITO
R BANK 
CB, 230.0 
KV

15540398 STATION 
NEW 
HILL 
230KV, 
T5911, 
230.0 KV

42765725 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2668 0

M-100 Sub 163 
PSDR2-2



20420885 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41844418 BREAKER 
24CB14 
MONTICEL
LO DRIVE 
24KV, 
24.000 KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 179

8678381 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623716 BREAKER 
24CB29, 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 160

8681439 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626774 BREAKER 
24CB13,  
NC 5 23KV 
CB, 23.0 
KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 485

8681440 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626775 BREAKER 
24CB12, 
HOTEL 
23KV CB, 
23.0 KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 459

8683224 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628559 BREAKER 
24CB11,  
LINDEN 
ROAD 
23KV CB, 
23.0 KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1244

8683928 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629263 BREAKER 
24CB21, 
MANOR 
CARE 24KV 
CB, 25.0 
KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 190

8683929 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629264 BREAKER 
24CB22, 
PINEHURS
T 
HOSPITAL 
24KV CB, 
25.0 KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 217

M-100 Sub 163 
PSDR2-2



8684805 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630140 BREAKER 
24CB23, 
JUNIPER 
CREEK 
24KV CB, 
25.0 KV

15540565 STATION 
PINEHUR
ST 
115KV, 
T2249, 
115.0 KV

42766145 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 197

20771479 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629377 BREAKER 
BPN 3 
PITTSBORO 
23KV CB, 
23.000 KV

15539833 STATION 
PITTSBO
RO 
230KV, 
T2250, 
230.0 KV

42765571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0

20771480 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627845 BREAKER 
BPN 2 
NORTHWO
ODS 23KV 
CB, 23.0 
KV

15539833 STATION 
PITTSBO
RO 
230KV, 
T2250, 
230.0 KV

42765571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0

8679050 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624385 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539833 STATION 
PITTSBO
RO 
230KV, 
T2250, 
230.0 KV

42765571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0 0

8683952 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629287 BREAKER 
BPN 1 
BIGWOOD
S 24KV CB, 
24.0 KV

15539833 STATION 
PITTSBO
RO 
230KV, 
T2250, 
230.0 KV

42765571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0

8684042 BREAKER 
OIL, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
500.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629377 BREAKER 
BPN 3 
PITTSBORO 
23KV CB, 
23.000 KV

15539833 STATION 
PITTSBO
RO 
230KV, 
T2250, 
230.0 KV

42765571 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0 0

8678709 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624044 BREAKER 
24CB12, 
RAMSEUR 
24KV CB, 
24.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 209

M-100 Sub 163 
PSDR2-2



8678841 BREAKER, 
OIL, ABC 
PH, 69 KV, 
72.5 KV, 
1200 
AMPS, 
2500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624176 BREAKER 
69KV 
CAPACITO
R BANK 
CB, 69.0 
KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1367 0

8680556 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625891 BREAKER 
24CB13, 
COLERIDG
E 24KV CB, 
24.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 245

8682398 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627733 BREAKER 
BPN 1 
COLERIDG
E 12KV CB, 
12.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 174

8682676 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 72.5 
KV, 2,000.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628011 BREAKER 
RAMSEUR 
RAMTEX 
#4 69KV 
CB, 69.0 
KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 264 0

8682719 BREAKER, 
OIL, ABC 
PH, 115 
KV, 800 
AMPS, 
3500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628054 BREAKER 
RANDOLP
H EMC 
LIBERTY 
POD 
115KV CB, 
115.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1710 0

8683349 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628684 BREAKER 
24CB19, 
TRANSFER 
24KV CB, 
24.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 163

8683618 BREAKER 
GAS, ABC 
PH, 69.000 
KV, 72.5 
KV, 2,000.0 
AMPS, 
31.5 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628953 BREAKER 
CEDAR 
FALLS 
JOCKEY 
69KV CB, 
69.0 KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 351 0

M-100 Sub 163 
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8684238 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629573 BREAKER 
24CB11, 
FRANKLIN
VILLE 24KV 
CB, 24.0 
KV

15540046 STATION 
RAMSEU
R 115KV, 
T1390, 
115.000 
KV

42766076 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 291

8678876 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624211 BREAKER 
RANDOLP
H EMC 
SPERO 
POD 
115KV CB, 
115.0 KV

15540501 STATION 
RANDOL
PH EMC 
SPERO 
115KV 
SWITCHI
NG 
STATION
, T1398, 
115.000 
KV

42765995 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 991 0

8679753 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625088 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540823 STATION 
ROBBINS 
115KV, 
T1230, 
115.0 KV

42765488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 3105 0

8682170 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627505 BREAKER 
BPN 3 
ROBBINS 
CITY 23KV 
CB, 23.0 
KV

15540823 STATION 
ROBBINS 
115KV, 
T1230, 
115.0 KV

42765488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 885 0

8679978 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625313 BREAKER 
24CB21 
ASBURY 
24KV CB, 
24.0 KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 439

8680406 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625741 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 419

M-100 Sub 163 
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8680823 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626158 BREAKER 
BPN 1 GKN 
23KV CB, 
23.0 KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 419 0

8680948 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626283 BREAKER 
#1 230KV 
CAPACITO
R BANK CB 
W/ZERO V 
CL, 230.0 
KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1543 0

8681406 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626741 BREAKER 
24CB22  
COTTTON 
RD.  24KV 
CB, 24.0 
KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 551

8682462 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627797 BREAKER 
BPN 3 OAK 
PARK 
ROAD 
23KV CB, 
23.0 KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 333

8683997 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629332 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 585

8684471 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629806 BREAKER 
BPN 2 
WOMMAC
K ROAD 
23KV CB, 
23.0 KV

15540192 STATION 
SANFOR
D DEEP 
RIVER 
230KV, 
T2444, 
230.0 KV

42765871 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 762 0

M-100 Sub 163 
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8677861 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623196 BREAKER 
BPN 2 
WOODLAN
D AVENUE 
23KV CB, 
23.0 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 93 0

8678730 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624065 BREAKER 
BPN 3 
FIRETOWE
R ROAD 
23KV CB, 
23.0 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 765 2

8679302 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624637 BREAKER 
BPN 6 
HOSPITAL 
23KV CB, 
23.0 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 11

8680232 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625567 BREAKER 
BPN 5 
SOUTH 
HORNER 
23KV CB, 
23.0 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 13

8680300 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625635 BREAKER 
BPN 4 
CARTHAGE 
STREET 
23KV CB, 
23.0 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 770 4

8681762 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627097 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 199 0

M-100 Sub 163 
PSDR2-2



8682902 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628237 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
34.5 KV

15540957 STATION 
SANFOR
D 
GARDEN 
ST 
230KV, 
T2432, 
230.0 KV

42766430 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2

20164241 BREAKER , 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41202747 BREAKER 
BPN 1 
HAWKINS 
24KV CB

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 159

8679649 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624984 BREAKER 
BPN 5 
COLONIAL 
ACRES 
23KV CB, 
23.0 KV

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 964

8680166 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625501 BREAKER 
BPN 4 
CHATHAM 
STREET 
24KV CB, 
25.0 KV

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 220

8680639 BREAKER, 
VAC, ABC 
PH, 23 KV, 
38 KV, 400 
AMPS

CIRCUIT 
BREAKER

15625974 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 0

8681586 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626921 BREAKER 
BPN 2 
GULF 23KV 
CB, 23.0 
KV

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1111

M-100 Sub 163 
PSDR2-2



8682847 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41203002 BREAKER 
24CB18 #1 
CAP BANK 
CB

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 147

8683001 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41202854 BREAKER 
BPN 3 
BUSINESS 
24KV 
FEEDER CB

15540400 STATION 
SANFOR
D 
HORNER 
BLVD 
230KV, 
T2440, 
230.000 
KV

42765987 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 158

8677513 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622848 BREAKER 
BPN 8 
CENTRAL 
EMC 23KV 
CB, 23.0 
KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 187

8677685 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623020 BREAKER 
BPN 1 
WEST 
23KV CB, 
23.0 KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 79 0

8677686 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623021 BREAKER 
BPN 3 
HWY. 421 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 251 0

8678150 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623485 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2544 0

M-100 Sub 163 
PSDR2-2



8678601 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623936 BREAKER 
BPN 2 
FAIRGROU
NDS 23KV 
CB, 23.0 
KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1332 0

8680820 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626155 BREAKER 
BPN 5 
MCNEILL 
ROAD 
23KV CB, 
23.0 KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 43 0

8681337 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626672 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1337

8683205 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628540 BREAKER 
BPN 4 
TEXTILE 
23KV CB, 
23.0 KV

15540774 STATION 
SANFOR
D U. S. 
#1 
230KV, 
T2430, 
230.0 KV

42765667 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 90 0

8680329 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625664 BREAKER 
BPN 2 
POTTERS 
WAY 12KV 
CB, 24.0 
KV

15540931 STATION 
SEAGRO
VE 
115KV, 
T1520, 
115.0 KV

42766173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 236

8682870 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628205 BREAKER 
12CB11, 
SEAGROVE 
12KV CB, 
25.0 KV

15540931 STATION 
SEAGRO
VE 
115KV, 
T1520, 
115.0 KV

42766173 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 175

M-100 Sub 163 
PSDR2-2



8677687 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623022 BREAKER 
SILER CITY 
230KV CB 
(52-4), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 251 0

8678051 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623386 BREAKER 
ERWIN 
230KV CB 
(52-12), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 406 2

8678137 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623472 BREAKER 
START- UP 
1A NORTH 
BUS 230KV 
CB (52-3), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168 0

8678181 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623516 BREAKER 
START- UP 
B 230KV 
CB (52-13), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 209 0

M-100 Sub 163 
PSDR2-2



8678603 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623938 BREAKER 
CAPE FEAR 
PLANT 
SOUTH 
230KV CB 
(52-6), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 230 0

8678940 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624275 BREAKER 
FT. BRAGG 
WOODRUF
F ST- 
ERWIN 
230KV TIE 
CB (52-11), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 398 2

8679018 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624353 BREAKER 
STARTUP A 
- CAPE 
FEAR PL. 
NOR 
230KV TIE 
CB(52-2), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 30 0

8679498 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624833 BREAKER 
CAPE FEAR 
PLANT 
NORTH 
230KV CB 
(52-1), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 232 0

M-100 Sub 163 
PSDR2-2



8679803 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625138 BREAKER 
52-18, 
CARY 
REGENCY 
PARK 
230KV CB, 
230.000 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 102 0

8680962 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626297 BREAKER 
UNIT 1-
NORTH 
BUS 230KB 
CB (52-9), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 251 0

8680979 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626314 BREAKER 
RTP - 
STARTUP B 
230KV TIE 
CB (52-14), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 254 0

8681053 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626388 BREAKER 
52-17, 
CARY 
REGENCY 
PARK-
WAKE 
230KV TIE 
CB, 
230.000 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 205 0

M-100 Sub 163 
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8682291 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627626 BREAKER 
CAPE FEAR 
PLT SO - 
SILER CITY 
230KV TIE 
CB (52-5), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 50 0

8682598 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627933 BREAKER 
WAKE 
230KV CB 
(52-16), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 145 0

8682788 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628123 BREAKER 
RTP 230KV 
CB (52-15), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 265 0

8683731 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629066 BREAKER 
UNIT 1-
SOUTH 
BUS 230KV 
CB (52-7), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 294 0

M-100 Sub 163 
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8684124 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629459 BREAKER 
FT.BRAGG 
WOODRUF
F ST. 
230KV CB 
(52-10), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

42765957 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 250 2

8677687 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623022 BREAKER 
SILER CITY 
230KV CB 
(52-4), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 251 0

8678051 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623386 BREAKER 
ERWIN 
230KV CB 
(52-12), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 406 2

8678137 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623472 BREAKER 
START- UP 
1A NORTH 
BUS 230KV 
CB (52-3), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 168 0

M-100 Sub 163 
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8678181 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623516 BREAKER 
START- UP 
B 230KV 
CB (52-13), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 209 0

8678603 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623938 BREAKER 
CAPE FEAR 
PLANT 
SOUTH 
230KV CB 
(52-6), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 230 0

8678940 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624275 BREAKER 
FT. BRAGG 
WOODRUF
F ST- 
ERWIN 
230KV TIE 
CB (52-11), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 398 0

8679018 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624353 BREAKER 
STARTUP A 
- CAPE 
FEAR PL. 
NOR 
230KV TIE 
CB(52-2), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 30 0

M-100 Sub 163 
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8679498 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624833 BREAKER 
CAPE FEAR 
PLANT 
NORTH 
230KV CB 
(52-1), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 232 0

8679803 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625138 BREAKER 
52-18, 
CARY 
REGENCY 
PARK 
230KV CB, 
230.000 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 102 0

8680962 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626297 BREAKER 
UNIT 1-
NORTH 
BUS 230KB 
CB (52-9), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 251 0

8680979 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626314 BREAKER 
RTP - 
STARTUP B 
230KV TIE 
CB (52-14), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 254 0

M-100 Sub 163 
PSDR2-2



8681053 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626388 BREAKER 
52-17, 
CARY 
REGENCY 
PARK-
WAKE 
230KV TIE 
CB, 
230.000 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 206 1

8682291 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627626 BREAKER 
CAPE FEAR 
PLT SO - 
SILER CITY 
230KV TIE 
CB (52-5), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 50 0

8682598 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627933 BREAKER 
WAKE 
230KV CB 
(52-16), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 147 2

8682788 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628123 BREAKER 
RTP 230KV 
CB (52-15), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1 0

M-100 Sub 163 
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8683731 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629066 BREAKER 
UNIT 1-
SOUTH 
BUS 230KV 
CB (52-7), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 294 0

8684124 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629459 BREAKER 
FT.BRAGG 
WOODRUF
F ST. 
230KV CB 
(52-10), 
230.0 KV

15540122 STATION 
SHEARO
N 
HARRIS 
S. E. 
PLANT, 
T4755, 
230.000 
KV

43131099 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 250 0

8678039 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623374 BREAKER 
BPN 1 
BONLEE 
24KV CB, 
24.0 KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1096 0

8678803 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624138 BREAKER 
BPN 4 
SOUTH 
24KV CB, 
24.0 KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1716 0

8680742 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626077 BREAKER 
#2 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2342 0

8681620 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626955 BREAKER 
BPN 5 
SNOW 
CAMP 
ROAD 
24KV CB, 
24.0 KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2124 0

M-100 Sub 163 
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8681686 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627021 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 3055 0

8682192 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627527 BREAKER 
BPN 2 
ROCKY 
RIVER 
24KV CB, 
24.0 KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1753 0

8683453 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628788 BREAKER 
BPN 3 
NORTH 
24KV CB, 
24.0 KV

15539820 STATION 
SILER 
CITY 
115KV, 
T1530, 
115.0 KV

42765474 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2585 7

8679583 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624918 BREAKER 
#2 230KV 
CAPACITO
R BANK 
CB, 230.0 
KV

15541085 STATION 
SILER 
CITY 
230KV, 
T1535, 
230.0 KV

42765615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 414 0

8680803 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626138 BREAKER 
ASHEBORO 
230KV LINE 
CB, 230.0 
KV

15541085 STATION 
SILER 
CITY 
230KV, 
T1535, 
230.0 KV

42765615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 278 0

8681731 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627066 BREAKER 
HARRIS 
230KV LINE 
CB, 230.0 
KV

15541085 STATION 
SILER 
CITY 
230KV, 
T1535, 
230.0 KV

42765615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 366 0

M-100 Sub 163 
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8683174 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628509 BREAKER 
#1 230KV 
CAPACITO
R BANK CB 
W/ZERO V 
CL, 230.0 
KV

15541085 STATION 
SILER 
CITY 
230KV, 
T1535, 
230.0 KV

42765615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1464 0

8683694 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629029 BREAKER 
ASHEBORO 
115KV LINE 
CB, 115.0 
KV

15541085 STATION 
SILER 
CITY 
230KV, 
T1535, 
230.0 KV

42765615 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 446 0

8682154 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627489 BREAKER 
24CB12 
CENTRAL 
24KV CB, 
24.0 KV

15540932 STATION 
SILER 
CITY 
HWY 64 
230KV, 
T1532, 
230.000 
KV

42765455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 366

8682155 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627490 BREAKER 
24CB13 
INDUSTRIA
L 24KV CB, 
24.0 KV

15540932 STATION 
SILER 
CITY 
HWY 64 
230KV, 
T1532, 
230.000 
KV

42765455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 440

8682748 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628083 BREAKER 
24CB18 
CAP BANK 
24KV CB, 
24.0 KV

15540932 STATION 
SILER 
CITY 
HWY 64 
230KV, 
T1532, 
230.000 
KV

42765455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 512

8683062 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628397 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540932 STATION 
SILER 
CITY 
HWY 64 
230KV, 
T1532, 
230.000 
KV

42765455 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 325

M-100 Sub 163 
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20905729 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628441 BREAKER 
BPN 1 ST. 
JOSEPH 
23KV CB, 
23.000 KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 145 0

20905730 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629633 BREAKER 
BPN 3 
WHISPERI
NG PINES 
23KV CB, 
23.000 KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 141 0

8679365 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624700 BREAKER 
BPN 4 
MANLY 
23KV CB, 
23.0 KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 24 0

8681580 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626915 BREAKER 
BPN 5 
BELLE 
MEADE 
25.8KV 
VCB, 27.0 
KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 462

8681644 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626979 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 3990 0

8682275 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627610 BREAKER 
BPN 2 
SKYLINE 
23KV CB, 
23.0 KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2131 0

8683443 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS

CIRCUIT 
BREAKER

15628778 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539636 STATION 
SOUTHE
RN 
PINES 
115KV, 
T1550, 
115.000 
KV

42765544 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 121

M-100 Sub 163 
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20300337 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629654 BREAKER 
BPN 1 
STEPHENS 
STREET 
23KV CB, 
23.0 KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 152

8679121 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624456 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 32

8679843 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625178 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 808 0

8680904 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626239 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 405 0

8681245 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626580 BREAKER 
BPN 5 
PINECREST 
23KV CB, 
23.0 KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 643

M-100 Sub 163 
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8682468 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627803 BREAKER 
BPN 3 
POPLAR 
STREET 
23KV CB, 
23.0 KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1116

8682482 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627817 BREAKER 
BPN 2 
BENNETT 
STREET 
23KV CB, 
23.0 KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 163 0

8683423 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628758 BREAKER 
BPN 4 
YADKIN 
PARK 23KV 
CB, 23.0 
KV

15540933 STATION 
SOUTHE
RN 
PINES 
CENTER 
PARK 
115KV, 
T1548, 
115.000 
KV

42766013 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 919

20488645 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629680 BREAKER 
BISCOE 
115KV CB, 
115.000 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 159 0

8678543 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623878 BREAKER 
ALCOA 
BADIN 
BLACK 
115KV 
CIRCUIT 
BREAKER, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 217 0

M-100 Sub 163 
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8678825 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624160 BREAKER 
BLEWETT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 219 0

8678999 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624334 BREAKER 
BADIN 
WHITE 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 304 0

8679915 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625250 BREAKER 
#3 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 401 0

8680704 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626039 BREAKER 
#1 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 942 0

M-100 Sub 163 
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8680705 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626040 BREAKER 
#4 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1466 0

8682544 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627879 BREAKER 
#2 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 103 0

8682990 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628325 BREAKER 
MT. 
GILEAD 
INDUSTRIA
L 115KV 
CB, 115.0 
KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

42761909 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 264 0

20488645 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629680 BREAKER 
BISCOE 
115KV CB, 
115.000 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 159 0

M-100 Sub 163 
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8678543 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623878 BREAKER 
ALCOA 
BADIN 
BLACK 
115KV 
CIRCUIT 
BREAKER, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 217 0

8678825 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624160 BREAKER 
BLEWETT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 219 0

8678999 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624334 BREAKER 
BADIN 
WHITE 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 309 0

8679915 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625250 BREAKER 
#3 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 402 1
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8680704 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626039 BREAKER 
#1 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 947 5

8680705 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626040 BREAKER 
#4 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 1469 3

8682544 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627879 BREAKER 
#2 UNIT 
115KV CB, 
115.0 KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 104 1

8682990 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628325 BREAKER 
MT. 
GILEAD 
INDUSTRIA
L 115KV 
CB, 115.0 
KV

15539759 STATION 
TILLERY 
H. E. 
PLANT, 
T1590, 
115.000 
KV

43130843 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES10 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/29/2021 264 0

20831710 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623446 BREAKER 
BPN 1 
TROY 
SOUTH 
12KV CB, 
12.0 KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 151
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8678213 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623548 BREAKER 
12CB19, 
NO 2 CAP 
BANK 
SWITCH, 
34.5 KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2880

8679845 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625180 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 192 0

8681000 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626335 BREAKER 
BPN 6 MTI 
12KV CB, 
24.0 KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 273

8681259 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626594 BREAKER 
BPN 4 
BUSINESS 
12KV CB, 
12.0 KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 439

8683978 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629313 BREAKER 
BPN 3 
COLLINS & 
AIKMAN 
12KV CB, 
12.0 KV

15540934 STATION 
TROY 
115KV, 
T1610, 
115.0 KV

42766246 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 247

8677822 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623157 BREAKER 
13CB11 
BILHEN 
13KV CB, 
13.0 KV

15539687 STATION 
TROY 
BURNET
TE ST. 
115KV, 
T1612, 
115.000 
KV

42765889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 347

8679591 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624926 BREAKER 
BPN CB19 
TRANSFER 
BUS 13KV 
CB, 13.0 
KV

15539687 STATION 
TROY 
BURNET
TE ST. 
115KV, 
T1612, 
115.000 
KV

42765889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 129
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8684244 BREAKER, 
VAC, ABC 
PH, 7.6 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629579 BREAKER 
13CB12 
ELDORADO 
13KV CB, 
7.6 KV

15539687 STATION 
TROY 
BURNET
TE ST. 
115KV, 
T1612, 
115.000 
KV

42765889 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 276

8680136 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625471 BREAKER 
RANDOLP
H EMC 
ULAH 
115KV 
POD CB, 
115.0 KV

15540502 STATION 
ULAH 
115KV 
SWITCHI
NG 
STATION
, T1618, 
115.0 KV

42766424 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 100 0

8683793 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629128 BREAKER 
DTE 
ENERGY 
POD 
115CB10, 
115.0 KV

15539975 STATION 
UWHAR
RIE LFG 
115KV, 
T1361, 
115.000 
KV

42765591 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 197 2

8677542 BREAKER 
VAC, ABC 
PH, 34.500 
KV, 38.0 
KV, 300.0 
AMPS, 3.0 
KA, 2.0 
CYCLES

CIRCUIT 
BREAKER

15622877 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 33

8678826 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624161 BREAKER 
CB03 EAST -
WEST 
115KV BUS 
TIE CB, 
115.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 559 0

8679923 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625258 BREAKER 
CB22 EAST 
230KV BUS 
- 
ROCKINGH
AM EAST 
230KV BUS 
TIE CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 105 0
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8680653 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625988 BREAKER 
CB09 
SOUTHERN 
PINES 
CENTER 
PARK 
115KV CB, 
115.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 580 0

8680654 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625989 BREAKER 
CB02 #2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 772 0

8680963 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626298 BREAKER 
CB28 
ROCKINGH
AM 230KV 
WEST BUS 
#2 TIE CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 226 0

8680964 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626299 BREAKER 
CB25 EAST 
230KV BUS 
- CAPE 
FEAR 
PLANT 
230KV BUS 
TIE CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 217 0

8681220 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626555 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2083

8681566 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626901 BREAKER 
CB06 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 2417 1
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8681811 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627146 BREAKER 
CB27 
ROCKINGH
AM WEST 
230KV CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 362 0

8682549 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627884 BREAKER 
BPN 2 
PINEWILD 
23KV CB, 
23.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 136 0

8682781 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628116 BREAKER 
CB23 
ROCKINGH
AM EAST 
230KV CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 212 0

8683038 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628373 BREAKER 
BPN 4 
SEVEN 
LAKES 
23KV CB, 
23.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 500

8683042 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628377 BREAKER 
BPN 1 ST. 
ANDREWS 
23KV CB, 
23.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 513

8683065 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628400 BREAKER 
WEST END 
23KV CB, 
23.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 339

8683448 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628783 BREAKER 
CB01 #1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 577 0
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8684343 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629678 BREAKER 
CB10 
SOUTHERN 
PINES 
115KV CB, 
115.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 665 0

8684360 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629695 BREAKER 
CB07 
PINEHURS
T 115KV 
CB, 115.0 
KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1259 0

8684396 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629731 BREAKER 
BPN 3 
TAYLORTO
WN 23KV 
CB, 23.0 
KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 1047 2

8684529 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629864 BREAKER 
CB26 CAPE 
FEAR 
PLANT 
230KV CB, 
230.0 KV

15540047 STATION 
WEST 
END 
230KV, 
T1700, 
230.000 
KV

42766380 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES10 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/26/2021 320 0

20270334 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628662 BREAKER 
BPN 1 
TRIANGLE 
12KV CB, 
12.0 KV

15539674 STATION 
ATLANTI
C BEACH 
115KV, 
T4035, 
115.0 KV

42765340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 158

8680543 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625878 BREAKER 
BPN 3 
FORT 
MACON 
12KV CB, 
12.0 KV

15539674 STATION 
ATLANTI
C BEACH 
115KV, 
T4035, 
115.0 KV

42765340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 667

8680544 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625879 BREAKER 
BPN 2 
SALTER 
PATH 12KV 
CB, 12.0 
KV

15539674 STATION 
ATLANTI
C BEACH 
115KV, 
T4035, 
115.0 KV

42765340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 815
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8681275 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626610 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539674 STATION 
ATLANTI
C BEACH 
115KV, 
T4035, 
115.0 KV

42765340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 376

8682382 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627717 BREAKER 
BPN 4 
CAUSEWA
Y 12KV CB, 
12.0 KV

15539674 STATION 
ATLANTI
C BEACH 
115KV, 
T4035, 
115.0 KV

42765340 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 651

20408694 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41830201 BREAKER 
230CB36, 
#3 CAP 
BANK, 
230.000 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 430 0

8677807 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623142 BREAKER 
230CB21, 
#1 - 230KV 
CAP CB, 
230.0 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 846 0

8678243 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623578 BREAKER 
230CB23, 
#2 - 230KV 
CAP CB, 
230.0 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 696 0
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8678277 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623612 BREAKER 
230CB32 
AURORA 
PCS 230 KV 
BLACK 
BREAKER 
#32, 230.0 
KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 157 0

8678281 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623616 BREAKER 
230CB26 
GREENVILL
E 230KV 
LINE CB, 
230.0 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 173 0

8679162 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624497 BREAKER 
230CB25 
GREENVILL
E 230 KV-
#1 BUS 230 
KV TIE 
BREAKER 
#25, 230.0 
KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 176 0

8679163 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624498 BREAKER 
230CB28 
AURORA 
PCS 230 KV 
WHITE-#2 
BUS 230 
KV TIE 
BREAKER 
#28, 230.0 
KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 182 0

8679168 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624503 BREAKER 
230CB35 
NEW BERN-
AURORA 
PCS BLACK 
230KV TIE, 
230.0 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 190 0

M-100 Sub 163 
PSDR2-2



8680080 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625415 BREAKER 
230CB31 
AURORA 
PCS 230KV 
BLACK 
FEEDER 
CB, 230.0 
KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 141 0

8682861 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628196 BREAKER 
230CB27 
AURORA 
PCS 230 KV 
WHITE 
CB27, 
230.0 KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 203 0

8684698 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630033 BREAKER 
230CB33 
NEW BERN 
230KV LINE 
CB, 230.0 
KV

15539939 STATION 
AURORA 
230KV 
SWITCHI
NG 
STATION
, T4042, 
230.0 KV

42766371 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 176 0

8678377 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623712 BREAKER 
24CB22 
ORIENTAL 
24KV CB, 
25.000 KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 178

8679261 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624596 BREAKER 
24CB18, #1 
CAP BANK 
CB, 25.000 
KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 159

8681194 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626529 BREAKER 
24CB23 
HOBUCKE
N 24KV CB, 
25.000 KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 183

M-100 Sub 163 
PSDR2-2



8682071 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627406 BREAKER 
24CB19 
TRANSFER 
FEEDER 
24KV CB, 
25.000 KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168

8682978 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628313 BREAKER 
24CB13 
AURORA 
24KV CB, 
25.000 KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 195

8683911 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629246 BREAKER 
24CB28, #2 
CAP BANK 
CB, 25.000 
KV

15539846 STATION 
BAYBOR
O 230KV, 
T4050, 
230.0 KV

42765392 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 163

8678426 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623761 BREAKER 
BPN 3 
LENNOXVIL
LE 12KV 
CB, 12.0 
KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 321

8680059 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625394 BREAKER 
#1 - 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 504

8680249 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625584 BREAKER 
BPN 4 
RADIO 
ISLAND 
12KV CB, 
12.0 KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 484

8680562 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625897 BREAKER 
BPN 1 
EAST 
CARTERET 
12KV CB, 
12.0 KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 357

M-100 Sub 163 
PSDR2-2



8681959 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627294 BREAKER 
BPN 2, 
BROAD 
STREET, 
12KV CB, 
12.0 KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 308

8684627 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 34.5 
KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629962 BREAKER 
#2 - 12KV 
CAPACITO
R BANK 
SWITCH, 
34.5 KV

15539675 STATION 
BEAUFO
RT 
115KV, 
T4070, 
115.0 KV

42765482 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 216

20393562 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623223 BREAKER 
BPN 2 
BELFAST 
23KV CB, 
23.000 KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 130

20644174 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629545 BREAKER 
BPN 4 
WAYNESB
ORO 24KV 
CB, 23.000 
KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 171

8678585 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623920 BREAKER 
BPN 1 
NAHUNTA 
23KV CB, 
23.0 KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1269 0

8679075 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624410 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 190

8680461 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625796 BREAKER 
BPN 3 
BUCK 
SWAMP 
23KV CB, 
23.0 KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168 0

M-100 Sub 163 
PSDR2-2



8683134 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628469 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 397 0

8684300 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629635 BREAKER 
BPN 5 
ELEVENTH 
23KV CB, 
23.0 KV

15539813 STATION 
BELFAST 
115KV, 
T5465, 
115.0 KV

42765376 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 335

20892865 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629340 BREAKER 
BPN 4 
BLACKMA
NS 
CROSSROA
DS 23KV 
CB, 23.000 
KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 144

20892870 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627613 BREAKER 
BPN 3 
HIGHWAY 
50 23KV 
CB, 23.000 
KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 178

8677869 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623204 BREAKER 
BPN 6 
BENSON 
POD 23KV 
CB, 23.0 
KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 233

8679702 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625037 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 437

8682370 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627705 BREAKER 
BPN 1 
SOUTH 
JOHNSTON 
23KV CB, 
23.0 KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 123 0

M-100 Sub 163 
PSDR2-2



8684202 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629537 BREAKER 
BPN 2 
BAILEYS 
CROSSROA
DS 23KV 
CB, 23.0 
KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 103 0

8684568 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629903 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539997 STATION 
BENSON 
230KV, 
T5480, 
230.0 KV

42765837 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 4794 0

20911358 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629376 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540167 STATION 
BEULAVI
LLE 
115KV, 
T5490, 
115.000 
KV

42765421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 127 0

20911359 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627814 BREAKER 
BPN 1 
BEULAVILL
E 23KV CB, 
23.0 KV

15540167 STATION 
BEULAVI
LLE 
115KV, 
T5490, 
115.000 
KV

42765421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 160 0

8680529 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625864 BREAKER 
BPN 2 
BEULAVILL
E EAST 
23KV CB, 
23.0 KV

15540167 STATION 
BEULAVI
LLE 
115KV, 
T5490, 
115.000 
KV

42765421 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3386

20682395 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625286 BREAKER 
115CB5, 
WILSON 
EAST 
115KV CB, 
115.000 KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 197 2

M-100 Sub 163 
PSDR2-2



8681624 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626959 BREAKER 
LEE 230KV 
SUB WEST 
115KV CB, 
115.0 KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 509 0

8681972 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623248 BREAKER 
115CB10, 
CAP BANK 
CB, 
115.000 KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 385 0

8682519 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627854 BREAKER 
LEE 230KV 
SUB EAST 
115KV CB, 
115.0 KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 279 0

8683462 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628797 BREAKER 
WILSON 
WEST 
115KV CB, 
115.0 KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 536 0

8684515 BREAKER, 
OIL, ABC 
PH, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629850 BREAKER 
TRI-
TOWNS 
115/23KV 
CB, 115.0 
KV

15539947 STATION 
BLACK 
CREEK 
115KV 
SWITCHI
NG 
STATION
, T5494, 
115.0 KV

42765949 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1116 0

M-100 Sub 163 
PSDR2-2



8678493 BREAKER, 
OIL, ABC 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 165 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623828 BREAKER 
#1 4KV 
CAPACITO
R BANK 
CB, 13.0 
KV

15540795 STATION 
BLACK 
JACK 
VOICE 
OF 
AMERIC
A 115KV, 
T4390, 
115.0 KV

42766386 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 180 0

20903304 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

44413561 BREAKER 
24CB29, 
TRANSFER 
BUS 24KV 
CB, 24.000 
KV

15540974 STATION 
BRIDGET
ON 
115KV, 
T4074, 
115.0 KV

42766359 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 189

20903322 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628458 BREAKER 
24CB23, 
ERNUL 
24KV CB, 
24.000 KV

15540974 STATION 
BRIDGET
ON 
115KV, 
T4074, 
115.0 KV

42766359 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 166

20903328 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15622971 BREAKER 
24CB22, 
OLYMPIA 
24KV CB, 
24.000 KV

15540974 STATION 
BRIDGET
ON 
115KV, 
T4074, 
115.0 KV

42766359 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 154

8678944 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624279 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540974 STATION 
BRIDGET
ON 
115KV, 
T4074, 
115.0 KV

42766359 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 100 0

20242796 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41340168 BREAKER 
230CB1, 
GREENVILL
E - 
KINSTON 
DUPONT 
230KV 
LINE, 
230.000 KV

15540741 STATION 
BUCKLEB
ERRY 
CANAL 
SOLAR 
230KV 
SW STA, 
T6758, 
230.000 
KV

42761683 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 173 0

M-100 Sub 163 
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8678494 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623829 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540260 STATION 
CHERRY 
POINT 
#1 
115KV, 
T4120, 
115.000 
KV

42766394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2518 0

8680001 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 34.5 
KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625336 BREAKER 
#2 12KV 
CAPACITO
R BANK 
SWITCH, 
34.5 KV

15540260 STATION 
CHERRY 
POINT 
#1 
115KV, 
T4120, 
115.000 
KV

42766394 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 332

8682974 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624743 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540418 STATION 
CHERRY 
POINT 
#2 
115KV, 
T4125, 
115.0 KV

42766130 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 154

20535172 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629749 BREAKER 
24CB18, #1 
CAPACITO
R BANK 
CB, 23.000 
KV

15541027 STATION 
CHOCO
WINITY 
230KV, 
T4130, 
230.000 
KV

42765627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 174

20535360 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629542 BREAKER 
BPN 3 
CHOCOWI
NITY 23KV 
CB, 23.000 
KV

15541027 STATION 
CHOCO
WINITY 
230KV, 
T4130, 
230.000 
KV

42765627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 171

20535680 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627894 BREAKER 
BPN 1 
GRIMESLA
ND 23KV 
CB, 23.000 
KV

15541027 STATION 
CHOCO
WINITY 
230KV, 
T4130, 
230.000 
KV

42765627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 220

20535683 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625857 BREAKER 
BPN 2 TAR 
RIVER 
23KV CB, 
23.000 KV

15541027 STATION 
CHOCO
WINITY 
230KV, 
T4130, 
230.000 
KV

42765627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 143

M-100 Sub 163 
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8679948 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625283 BREAKER 
BPN 4 
VANCEBOR
O 23KV 
VCB, 23.0 
KV

15541027 STATION 
CHOCO
WINITY 
230KV, 
T4130, 
230.000 
KV

42765627 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 419

8678818 BREAKER 
OIL, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624153 BREAKER 
WASHINGT
ON 230KV 
CB, 230.0 
KV

15540329 STATION 
CHOCO
WINITY 
WASHIN
GTON 
230KV 
SW. STA 
(CUST), 
T4415, 
230.000 
KV

42765928 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 11 0

8678818 BREAKER 
OIL, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624153 BREAKER 
WASHINGT
ON 230KV 
CB, 230.0 
KV

15540329 STATION 
CHOCO
WINITY 
WASHIN
GTON 
230KV 
SW. STA 
(CUST), 
T4415, 
230.000 
KV

43131145 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 11 0 0 0 0

8679719 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625054 BREAKER 
CLINTON 
FERRELL 
ST. 115KV 
CB, 115.0 
KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 172 0

8679730 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625065 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 193 0

8680702 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626037 BREAKER 
VANDER 
115KV SW. 
STATION 
115KV CB, 
115.0 KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 194 1

M-100 Sub 163 
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8681662 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626997 BREAKER 
MT OLIVE 
115KV CB, 
115.0 KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 328 0

8682670 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628005 BREAKER 
ERWIN 
230KV LINE 
CB, 230.0 
KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 279 0

8682721 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628056 BREAKER 
WALLACE 
230KV CB, 
230.0 KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 47 0

8682722 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628057 BREAKER 
MT OLIVE  
230KV CB, 
230.0 KV

15541094 STATION 
CLINTON 
230KV, 
T5582, 
230.0 KV

42766234 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 99642 0

8677991 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623326 BREAKER 
BPN 2 
UNION 
SCHOOL 
23KV CB, 
23.0 KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 893 0

8678864 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624199 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 6093 0

8680674 BREAKER, 
VAC, ABC 
PH, 23 KV, 
38 KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626009 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3979

M-100 Sub 163 
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8682129 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627464 BREAKER 
BPN 1 
BOYKIN 
BRIDGE 
RD. 24KV 
CB, 24.0 
KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 447

8682585 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627920 BREAKER 
BPN 4 
RAILROAD 
STREET 
23KV CB, 
23.0 KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 838 0

8682586 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627921 BREAKER 
BPN 5 
JOHN 
STREET 
23KV CB, 
23.0 KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 275 0

8684395 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 
26.5 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629730 BREAKER 
BPN 3 
FERRELL 
STREET 
23KV CB, 
23.0 KV

15539950 STATION 
CLINTON 
FERRELL 
STREET 
115KV, 
T5580, 
115.000 
KV

42765665 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 874 0

8678787 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15624122 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 577

8679687 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625022 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 6769 0

M-100 Sub 163 
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8680469 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625804 BREAKER 
BPN 4 
CONCORD 
23KV CB, 
23.0 KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 11687 0

8681295 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626630 BREAKER 
BPN 3 
BEAUNIT 
23KV CB, 
23.0 KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 405 0

8681342 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626677 BREAKER 
BPN 1 
MCKOY 
STREET 
23KV CB, 
23.0 KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 679 0

8683182 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628517 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 893 0

8684022 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629357 BREAKER 
BPN 2 
KEENER 
23KV CB, 
23.0 KV

15540750 STATION 
CLINTON 
NORTH 
115KV, 
T5570, 
115.0 KV

42765570 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1424 0

8684449 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629784 BREAKER 
230KV CB, 
230.0 KV

15540323 STATION 
CRAVEN 
COUNTY 
WOOD 
ENERGY 
230KV 
SWITCHI
NG 
STATION 
(CUST), 
T4105, 
230.000 
KV

42765647 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 302 0

M-100 Sub 163 
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8678205 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623540 BREAKER 
24CB19, 
24KV 
TRANSFER 
CB, 24.0 
KV

15540898 STATION 
DOVER 
230KV, 
T4136, 
230.000 
KV

42766350 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 189

8679994 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625329 BREAKER 
24CB11, 
24KV 
DOVER CB, 
24.0 KV

15540898 STATION 
DOVER 
230KV, 
T4136, 
230.000 
KV

42766350 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 292

8684603 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629938 BREAKER 
24CB12, 
24KV 
SOUTH 
KINSTON 
CB, 24.0 
KV

15540898 STATION 
DOVER 
230KV, 
T4136, 
230.000 
KV

42766350 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 276

8680251 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625586 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540845 STATION 
DUDLEY 
GEORGI
A 
PACIFIC 
230KV, 
T6365, 
230.0 KV

42766236 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 173

8678863 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624198 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 154 0

8680295 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625630 BREAKER 
#1 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.000 KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0

8681910 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627245 BREAKER 
BPN 2 
HWY. 421 
EAST 23KV 
CB, 24.0 
KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 207

M-100 Sub 163 
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8682094 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627429 BREAKER 
BPN 5 
WESTHAVE
N 23KV CB, 
23.0 KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 791

8682251 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627586 BREAKER 
BPN 1 
HWY. 301 
SOUTH 
23KV CB, 
23.0 KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 158 0

8684039 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629374 BREAKER 
BPN 3 
ELLIS 
AVENUE 
23KV CB, 
23.0 KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 156 0

8684074 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629409 BREAKER 
BPN 4 
JONESBOR
O ROAD 
23KV CB, 
23.0 KV

15540569 STATION 
DUNN 
230KV, 
T5660, 
230.0 KV

42765708 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 150 0

8677949 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623284 BREAKER 
115CB2, #2 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 12 0

8678668 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624003 BREAKER 
230CB21, 
HARRIS 
PLANT 
NORTH - 
EAST BUS 
230KV CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 363 0

8678800 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624135 BREAKER 
115CB1, #1 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 655 0

M-100 Sub 163 
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8678851 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624186 BREAKER 
BPN 3, 
MASONIC 
RD 24KV 
(115KV), 
23.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 71 0

8678875 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624210 BREAKER 
BPN 4 
HIGHWAY 
55 23KV 
CB 
(115KV), 
23.0 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 219 3

8678966 BREAKER, 
OIL, ABC 
PH, 230 
KV, 20 KA, 
3 CYCLES

CIRCUIT 
BREAKER

15624301 BREAKER 
230CB27, 
SELMA 
230KV CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 239 0

8679034 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624369 BREAKER 
230CB23, 
HARRIS 
PLANT 
NORTH - 
WEST BUS 
230KV CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 170 0

8679567 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624902 BREAKER 
BPN 2 
HARNETT 
CROSSING 
23KV CB 
(115KV), 
23.0 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 411 0

8679877 BREAKER, 
OIL, ABC 
PH, 230 
KV, 20 KA, 
3 CYCLES

CIRCUIT 
BREAKER

15625212 BREAKER 
230CB32, 
FAYETTEVI
LLE EAST 
230KV CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 256 0

8680735 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626070 BREAKER 
115CB3, 
CAPE FEAR 
115KV CB, 
115.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 277 0

M-100 Sub 163 
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8680893 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626228 BREAKER 
230CB29, 
MILBURNI
E 230KV 
CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 300 0

8680961 BREAKER, 
VAC, ABC 
PH, 23 KV, 
38 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626296 BREAKER 
BPN 6 
SOUTH 
RIVER EMC 
23KV CB 
(115KV), 
23.0 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 228

8681783 BREAKER, 
OIL, ABC 
PH, 230 
KV, 20 KA, 
3 CYCLES

CIRCUIT 
BREAKER

15627118 BREAKER 
230CB30, 
CLINTON 
230KV CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 417 0

8681812 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627147 BREAKER 
230CB28, 
SELMA-
MILBURNI
E 230KV 
TIE CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 15 0

8682811 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628146 BREAKER 
115CB4, 
FAYETTEVI
LLE 115KV 
LINE, 
115.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 177 0

8684376 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629711 BREAKER 
24CB28, #2 
23KV 
CAPACITO
R BANK CB 
(115KV), 
23.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 827 0

8684505 BREAKER, 
OIL, ABC 
PH, 230 
KV, 20 KA, 
3 CYCLES

CIRCUIT 
BREAKER

15629840 BREAKER 
230CB31, 
FAYETTEVI
LLE EAST - 
CLINTON 
230KV TIE 
CB, 
230.000 KV

15539805 STATION 
ERWIN 
230KV, 
T5650, 
230.000 
KV

42765470 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 160 0

M-100 Sub 163 
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8678473 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
600 AMPS, 
14.4 KA, 8 
CYCLES

CIRCUIT 
BREAKER

15623808 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540947 STATION 
ERWIN 
MILLS 
115KV, 
T5690, 
115.0 KV

42765550 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3164 0

8678495 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623830 BREAKER 
#1 12KV 
CAPAITOR 
BANK CB, 
12.0 KV

15540947 STATION 
ERWIN 
MILLS 
115KV, 
T5690, 
115.0 KV

42765550 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3310 0

8683536 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
600 AMPS, 
500 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628871 BREAKER 
BPN 1 
SOUTH 
PLANT 
12KV CB, 
12.0 KV

15540947 STATION 
ERWIN 
MILLS 
115KV, 
T5690, 
115.0 KV

42765550 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8682252 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627587 BREAKER 
BPN 1 
INDUSTRIA
L 12KV CB, 
12.0 KV

15540261 STATION 
FARMVIL
LE 
230KV, 
T4150, 
230.000 
KV

42765363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 983 0

8682649 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627984 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540261 STATION 
FARMVIL
LE 
230KV, 
T4150, 
230.000 
KV

42765363 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 102 0

8678379 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623714 BREAKER 
24CB23 
HOLTS 
LAKE 24KV 
CB, 25.0 
KV

15540007 STATION 
FOUR 
OAKS 
230KV, 
T5732, 
230.0 KV

42765747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 183

8681231 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626566 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540007 STATION 
FOUR 
OAKS 
230KV, 
T5732, 
230.0 KV

42765747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 904

M-100 Sub 163 
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8683570 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628905 BREAKER 
BPN 2 
HANNAHS 
CREEK 
23KV CB, 
23.0 KV

15540007 STATION 
FOUR 
OAKS 
230KV, 
T5732, 
230.0 KV

42765747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 55 0

8684571 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629906 BREAKER 
BPN 3 
KEEN RD 
FEEDER 
23KV CB, 
23.0 KV

15540007 STATION 
FOUR 
OAKS 
230KV, 
T5732, 
230.0 KV

42765747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 269

8684729 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630064 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540007 STATION 
FOUR 
OAKS 
230KV, 
T5732, 
230.0 KV

42765747 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161

8677912 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623247 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540389 STATION 
FREMON
T 115KV, 
T5740, 
115.0 KV

42765884 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1794 0

8680272 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625607 BREAKER 
BPN 2 
EUREKA 
12KV CB, 
12.0 KV

15540389 STATION 
FREMON
T 115KV, 
T5740, 
115.0 KV

42765884 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 305

8681182 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626517 BREAKER 
BPN 3 
FREMONT 
12KV CB, 
25.0 KV

15540389 STATION 
FREMON
T 115KV, 
T5740, 
115.0 KV

42765884 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 150

8683977 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629312 BREAKER 
BPN 1 
AYCOCK 
12KV CB, 
12.0 KV

15540389 STATION 
FREMON
T 115KV, 
T5740, 
115.0 KV

42765884 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 221

M-100 Sub 163 
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8684782 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630117 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540389 STATION 
FREMON
T 115KV, 
T5740, 
115.0 KV

42765884 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 121

8679316 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624651 BREAKER 
BPN 1 
GLOBAL 
TRANSPAR
K 23KV CB, 
23.0 KV

15540220 STATION 
GLOBAL 
TRANSP
ARK 
115KV, 
T4319, 
115.0 KV

42766030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 702

8680247 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625582 BREAKER 
BPN 2 
HIGHWAY 
58 23KV 
CB, 23.0 
KV

15540220 STATION 
GLOBAL 
TRANSP
ARK 
115KV, 
T4319, 
115.0 KV

42766030 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 317

8677667 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623002 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540767 STATION 
GODWIN 
115KV, 
T5749, 
115.0 KV

42765505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 547 0

8680497 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625832 BREAKER 
BPN 1 
GODWIN 
23KV CB, 
23.0 KV

15540767 STATION 
GODWIN 
115KV, 
T5749, 
115.0 KV

42765505 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 25 0

8678226 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623561 BREAKER 
CB10, 
115KV 
BUSTIE, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 243 0

M-100 Sub 163 
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8679102 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624437 BREAKER 
CB4, 
WOMMAC
K 230KV 
SUB. 
115KV, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 261 0

8679103 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624438 BREAKER 
CB6, 
KINSTON 
DUPONT 
230KV 
SUB. 
115KV, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 295 0

8680029 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625364 BREAKER 
CB7, LEE 
230KV 
SUB. 
115KV 
NORTH, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 211 0

8681925 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627260 BREAKER 
CB3, LEE 
230KV 
SUB. 
115KV 
SOUTH, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 212 0

8681926 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627261 BREAKER 
CB9, LEE 
PLANT 
115KV 
SOUTH, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 221 0

M-100 Sub 163 
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8682330 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627665 BREAKER 
CB5, #1 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2578 0

8683763 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629098 BREAKER 
CB8, LEE 
PLANT 
115KV 
NORTH, 
115.0 KV

15540888 STATION 
GOLDSB
ORO 
115KV 
SWITCHI
NG 
STATION
, T5755, 
115.0 KV

42766290 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 243 0

8677784 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623119 BREAKER 
BPN 6 
EDGEWOO
D 12KV CB, 
12.0 KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 257 0

8678513 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623848 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3271 0

8678573 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623908 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 299 0

8679724 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625059 BREAKER 
BPN 3 
WILLIAMS 
ST 12KV 
CB, 12.0 
KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1654 1

M-100 Sub 163 
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8680715 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626050 BREAKER 
BPN 4 
BORDEN C 
M 12KV 
CB, 12.0 
KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1656 0

8682001 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627336 BREAKER 
BPN 7 
GOLDSBOR
O EAST 
12KV CB, 
25.0 KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 185

8682002 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627337 BREAKER 
BPN 2 
GEORGE ST 
12KV CB, 
25.0 KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 143

8682885 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628220 BREAKER 
BNP 8 
ROYAL AVE 
12KV CB, 
25.0 KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 181

8684399 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629734 BREAKER 
BPN 1 
GOLDSBOR
O WEST 
12KV CB, 
12.0 KV

15540180 STATION 
GOLDSB
ORO 
CITY 
115KV, 
T5750, 
115.000 
KV

42766150 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1867 0

8677642 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622977 BREAKER 
BPN 3 
JOHN ST. 
12KV CB, 
12.0 KV

15540008 STATION 
GOLDSB
ORO 
HEMLOC
K 115KV, 
T5790, 
115.000 
KV

42766128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 711

M-100 Sub 163 
PSDR2-2



8677643 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622978 BREAKER 
BPN 2 ELM 
ST. 12KV 
CB, 12.0 
KV

15540008 STATION 
GOLDSB
ORO 
HEMLOC
K 115KV, 
T5790, 
115.000 
KV

42766128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 854

8680239 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625574 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540008 STATION 
GOLDSB
ORO 
HEMLOC
K 115KV, 
T5790, 
115.000 
KV

42766128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 171

8682256 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627591 BREAKER 
BPN 1 
JAMES ST. 
12KV CB, 
12.0 KV

15540008 STATION 
GOLDSB
ORO 
HEMLOC
K 115KV, 
T5790, 
115.000 
KV

42766128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 600

8684080 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629415 BREAKER 
BPN 4 
GOLDSBOR
O SOUTH 
12KV CB, 
12.0 KV

15540008 STATION 
GOLDSB
ORO 
HEMLOC
K 115KV, 
T5790, 
115.000 
KV

42766128 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 545

20434357 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41883231 BREAKER 
24CB13 
WAYNE 
MEMORIA
L, 24.000 
KV

15540390 STATION 
GOLDSB
ORO 
LANGST
ON 
115KV, 
T5754, 
115.0 KV

42765639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 179
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20434358 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41883232 BREAKER 
24CB11 US 
HWY 13 
NORTH, 
24.000 KV

15540390 STATION 
GOLDSB
ORO 
LANGST
ON 
115KV, 
T5754, 
115.0 KV

42765639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 190

20434359 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41883233 BREAKER 
24CB19 
TRANSFER 
BUS, 
24.000 KV

15540390 STATION 
GOLDSB
ORO 
LANGST
ON 
115KV, 
T5754, 
115.0 KV

42765639 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 179

8682898 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628233 BREAKER 
BPN 1 
ARRINGTO
N BRIDGE 
23KV CB, 
25.0 KV

15540380 STATION 
GOLDSB
ORO 
WEIL 
115KV, 
T5375, 
115.000 
KV

42766303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 191

8683836 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629171 BREAKER 
BPN 2 
DIXIE 23KV 
CB, 25.0 
KV

15540380 STATION 
GOLDSB
ORO 
WEIL 
115KV, 
T5375, 
115.000 
KV

42766303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 209

8684716 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630051 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540380 STATION 
GOLDSB
ORO 
WEIL 
115KV, 
T5375, 
115.000 
KV

42766303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 143

8684717 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630052 BREAKER 
BPN 3 
NEUSE 
23KV CB, 
25.0 KV

15540380 STATION 
GOLDSB
ORO 
WEIL 
115KV, 
T5375, 
115.000 
KV

42766303 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 233

M-100 Sub 163 
PSDR2-2



8677554 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622889 BREAKER 
BPN 3 
DUDLEY 
23KV CB, 
23.0 KV

15540181 STATION 
GRANTH
AM 
230KV, 
T5770, 
230.000 
KV

42765487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 98 0

8680883 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626218 BREAKER 
BPN 1 
GENOA 
23KV CB, 
23.0 KV

15540181 STATION 
GRANTH
AM 
230KV, 
T5770, 
230.000 
KV

42765487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 72 0

8682198 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627533 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540181 STATION 
GRANTH
AM 
230KV, 
T5770, 
230.000 
KV

42765487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 136 0

8683692 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629027 BREAKER 
BPN 2 
GRANTHA
M 23KV 
CB, 23.0 
KV

15540181 STATION 
GRANTH
AM 
230KV, 
T5770, 
230.000 
KV

42765487 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 578 0

8679983 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625318 BREAKER 
230CB24, 
230.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 177 0

8680991 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626326 BREAKER 
230CB27, 
230.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 203 0

8680992 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626327 BREAKER 
230CB28, 
230.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 192 0

M-100 Sub 163 
PSDR2-2



8681875 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627210 BREAKER 
115CB4, 
115.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168 0

8683724 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629059 BREAKER 
230CB29, 
230.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 180 0

8684598 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629933 BREAKER 
115CB6, 
115.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 208 0

8684599 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629934 BREAKER 
115CB10, 
115.000 KV

15540361 STATION 
GRANTS 
CREEK 
230KV, 
T6741, 
230.000 
KV

42765265 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 163 0

8678885 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624220 BREAKER 
52-2 
KINSTON 
DUPONT - 
WILSON 
230KV TIE 
CB, 230.0 
KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 416 0

8679788 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625123 BREAKER 
52-6 
AURORA 
#2 -#3 
BANK 
230KV TIE 
CB, 230.0 
KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 270 0

8681036 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626371 BREAKER 
52-4 
EVERETTS 
#1 BANK 
230KV CB, 
230.0 KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 183 0

M-100 Sub 163 
PSDR2-2



8681946 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627281 BREAKER 
52-5 
AURORA 
230KV CB, 
230.0 KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 169 0

8683556 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628891 BREAKER 
52-3 
EVERETTS 
(VP) 230KV 
CB, 230.0 
KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 283 0

8684443 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629778 BREAKER 
52-1 
WILSON 
230KV CB, 
230.0 KV

15540328 STATION 
GREENVI
LLE 
230KV, 
T4165, 
230.0 KV

42766488 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 286 0

8682768 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628103 BREAKER 
CB1 
CAPACITO
R BANK 
230KV CB, 
230.0 KV

15540951 STATION 
GREENVI
LLE 
WEST 
230KV 
POD, 
T4166, 
230.000 
KV

42766132 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2710 0

8678290 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623625 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540027 STATION 
GRIFTON 
115KV, 
T4170, 
115.000 
KV

42765755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 159

8679189 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624524 BREAKER 
BPN 1 
GRIFTON 
23KV CB, 
25.0 KV

15540027 STATION 
GRIFTON 
115KV, 
T4170, 
115.000 
KV

42765755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161

8680106 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625441 BREAKER 
BPN 2 
GRAINGER 
23KV CB, 
25.0 KV

15540027 STATION 
GRIFTON 
115KV, 
T4170, 
115.000 
KV

42765755 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 166

M-100 Sub 163 
PSDR2-2



20496442 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42059242 BREAKER 
115CB4, 
115.000 KV

40535712 STATION 
HARLOW
E 230KV, 
T6760, 
230.000 
KV

42765296 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 231 0

20496501 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42059305 BREAKER 
115CB6, 
115.000 KV

40535712 STATION 
HARLOW
E 230KV, 
T6760, 
230.000 
KV

42765296 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 266 0

20496514 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42059312 BREAKER 
115CB7, 
115.000 KV

40535712 STATION 
HARLOW
E 230KV, 
T6760, 
230.000 
KV

42765296 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 212 0

20496515 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

42059313 BREAKER 
230CB21, 
230.000 KV

40535712 STATION 
HARLOW
E 230KV, 
T6760, 
230.000 
KV

42765296 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 180 0

20365494 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629692 BREAKER 
230CB26, 
NEW BERN 
- SOUTH 
BUS 230KV 
CB, 
230.000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 138 0

20365497 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628972 BREAKER 
230CB29, 
NEWPORT 
SW STA 
230KV CB, 
230.000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 140 0

20365498 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624368 BREAKER 
230CB27, 
GRANTS 
CREEK 
230KV CB, 
230.000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 176 0

M-100 Sub 163 
PSDR2-2



20365500 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626229 BREAKER 
230CB24, 
NEW BERN 
- NORTH 
BUS 230KV 
CB, 
230.000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 138 0

20452929 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41960184 BREAKER 
230CB28, 
GRANTS 
CREEK-
NEWPORT 
SS, 
230.000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 136 0

8678515 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623850 BREAKER 
BPN 3 CITY 
OF NEW 
BERN 23KV 
CB, 23.0 
KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 385 0

8678801 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624136 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 564 0

8678996 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624331 BREAKER 
MOREHEA
D 
WILDWOO
D 115KV 
NORTH CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 140 0

8679657 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624992 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 726 0

8680780 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626115 BREAKER 
CHERRY 
POINT 
115KV 
FEEDER, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 250 0

M-100 Sub 163 
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8680811 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626146 BREAKER 
NORTH-
SOUTH 
115KV BUS 
TIE CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 420 0

8681135 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626470 BREAKER 
BPN 4 
CAROLINA 
PINES 
24KV CB, 
25.000000
0000 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 164

8682354 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627689 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1911 0

8683651 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628986 BREAKER 
NEW BERN 
115KV CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 222 0

8683714 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629049 BREAKER 
CB21, 
230KV 
CAPACITO
R  BANK 
CB, 230.0 
KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3135 0

8684023 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629358 BREAKER 
BPN 1 
VILLAGE 
23KV CB, 
23.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2163 0

8684209 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629544 BREAKER 
BPN 2 
HAVELOCK 
23KV CB, 
23.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1447 0

M-100 Sub 163 
PSDR2-2



8684665 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630000 BREAKER 
MOREHEA
D 
WILDWOO
D SOUTH 
115 KV 
LINE CB, 
115.0 KV

15541028 STATION 
HAVELO
CK 
230KV, 
T4190, 
230.000 
KV

42765427 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 323 0

8678171 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623506 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 874 0

8680463 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625798 BREAKER 
BPN 3 
HULL 
ROAD 
23KV CB, 
23.0 KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 318 0

8680926 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626261 BREAKER 
BPN 4 
FALLING 
CREEK 
23KV CB, 
23.0 KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 948 0

8683086 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628421 BREAKER 
BPN 2 
DOVER 
23KV CB, 
23.0 KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2348 0

8683088 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628423 BREAKER 
BPN 1 
SEVEN 
SPRINGS 
23KV CB, 
23.0 KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1686 0

8683441 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15628776 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540596 STATION 
KINSTON 
115KV, 
T4230, 
115.000 
KV

42766352 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0

M-100 Sub 163 
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8677582 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622917 BREAKER 
#9A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 78

8677841 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623176 BREAKER 
#11B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 201 0

8678726 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624061 BREAKER 
#11A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 99961 0

8679282 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624617 BREAKER 
#7A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 56

M-100 Sub 163 
PSDR2-2



8680572 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625907 BREAKER 
#10A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 354 0

8680574 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625909 BREAKER 
#10B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 299 0

8680721 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626056 BREAKER 
#3 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 222 0

8681216 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626551 BREAKER 
#7B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 76

M-100 Sub 163 
PSDR2-2



8681323 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 3.5 
CYCLES

CIRCUIT 
BREAKER

15626658 BREAKER 
#8A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 58

8681646 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626981 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 392 0

8682095 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627430 BREAKER 
#8B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 65

8682409 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627744 BREAKER 
#12A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 357 0

M-100 Sub 163 
PSDR2-2



8682410 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627745 BREAKER 
#12B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 99939 0

8682558 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627893 BREAKER 
#4 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 41 0

8683486 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628821 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 581 0

8683487 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628822 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 385 0

M-100 Sub 163 
PSDR2-2



8683932 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629267 BREAKER 
#9B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

42766276 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 62

8677582 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622917 BREAKER 
#9A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 78 0 0 0 0

8677841 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623176 BREAKER 
#11B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 101 0 0 0 0

8678726 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624061 BREAKER 
#11A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 99961 0 0 0 0

M-100 Sub 163 
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8679282 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624617 BREAKER 
#7A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 56 0 0 0 0

8680572 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625907 BREAKER 
#10A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 354 0 0 0 0

8680574 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625909 BREAKER 
#10B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 300 0 0 0 0

8680721 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626056 BREAKER 
#3 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 222 0 0 0 0
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8681216 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626551 BREAKER 
#7B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 77 0 0 0 0

8681323 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 3.5 
CYCLES

CIRCUIT 
BREAKER

15626658 BREAKER 
#8A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 58 0 0 0 0

8681646 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626981 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 392 0 0 0 0

8682095 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627430 BREAKER 
#8B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 66 0 0 0 0
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8682409 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627744 BREAKER 
#12A 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 357 0 0 0 0

8682410 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627745 BREAKER 
#12B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 99939 0 0 0 0

8682558 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627893 BREAKER 
#4 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 42 0 0 0 0

8683486 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628821 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 518 0 0 0 0
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8683487 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628822 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 385 0 0 0 0

8683932 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629267 BREAKER 
#9B 
FEEDER 
12KV CB, 
12.0 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 63 0 0 0 0

8768006 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15591977 TRANSFOR
MER BANK 
#2, 115.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 Neutral Neutral

8768078 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15591978 TRANSFOR
MER BANK 
#4, 115.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 Neutral Neutral
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8768205 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15590955 TRANSFOR
MER BANK 
#1, 115.0 
KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 Neutral R02

8768463 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 41206252 TRANSFOR
MER BANK 
#3, PHASE 
3PH, 
115.000 KV

15540337 STATION 
KINSTON 
DUPONT 
115KV 
(CUST), 
T4145, 
115.000 
KV

43131127 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 Neutral Neutral

8678249 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623584 BREAKER 
230CB26, 
230KV CB, 
230.0 KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 238 0

8678973 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624308 BREAKER 
NEW BERN 
- DUPONT 
WEST 
115KV CB 
# 9, 115.0 
KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 235 0

8679128 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624463 BREAKER 
230CB27, 
230KV CB 
GREENVILL
E, 230.0 KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 209 0
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8680174 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625509 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 663 0

8682681 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628016 BREAKER 
GOLDSBOR
O #1 BANK 
115KV CB 
# 3, 115.0 
KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 279 0

8682713 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628048 BREAKER 
GOLD. SW 
STA-
KINSTON 
DUP W 
CB#115-5, 
115.0 KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 232 0

8683653 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628988 BREAKER 
NEW BERN 
- DUPONT 
EAST 
115KV CB 
# 6, 115.0 
KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 261 0

8683654 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628989 BREAKER 
DUPONT 
EAST # 1 
BANK 
115KV CB 
# 4, 115.0 
KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 227 0

8684655 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629990 BREAKER 
230CB24, 
230KV CB, 
230.0 KV

15540701 STATION 
KINSTON 
DUPONT 
230KV, 
T4140, 
230.0 KV

42766043 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 192 0
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8677549 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622884 BREAKER 
BPN 2 
GUILFORD 
EAST 23KV 
CB, 23.0 
KV

15540595 STATION 
KORNEG
AY 
115KV, 
T4225, 
115.0 KV

42765516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 572 2

8679756 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625091 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540595 STATION 
KORNEG
AY 
115KV, 
T4225, 
115.0 KV

42765516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2793 0

8679912 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625247 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540595 STATION 
KORNEG
AY 
115KV, 
T4225, 
115.0 KV

42765516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1191 0

8684016 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629351 BREAKER 
BPN 1 PINK 
HILL 23KV 
CB, 23.0 
KV

15540595 STATION 
KORNEG
AY 
115KV, 
T4225, 
115.0 KV

42765516 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1255 0

8679122 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624457 BREAKER 
BPN 1 
BESTON 
ROAD 
12KV CB, 
25.0 KV

15539649 STATION 
LAGRAN
GE 
115KV, 
T5830, 
115.0 KV

42765433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 195

8679317 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624652 BREAKER 
BPN 3 
LAGRANGE 
CITY 12KV 
CB, 12.0 
KV

15539649 STATION 
LAGRAN
GE 
115KV, 
T5830, 
115.0 KV

42765433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 349

8680271 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625606 BREAKER 
BPN 2 
WALNUT 
CREEK 
12KV CB, 
12.0 KV

15539649 STATION 
LAGRAN
GE 
115KV, 
T5830, 
115.0 KV

42765433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 310
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8683788 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629123 BREAKER 
#1-12KV 
CAPACITO
R CB, 24.0 
KV

15539649 STATION 
LAGRAN
GE 
115KV, 
T5830, 
115.0 KV

42765433 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 95

20665140 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628794 BREAKER 
CB4, TRI-
COUNTY 
EMC 
GRANTHA
M 115KV 
CB, 115.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 221 0

8678134 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623469 BREAKER 
CB11, LEE 
PLANT 
115KV RED 
LINE, 115.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 132 0

8679014 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624349 BREAKER 
CB12,  MT 
OLIVE 
230KV SUB 
115KV 
LINE, 115.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161 0

8679094 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624429 BREAKER 
CB6, 115-
13.8KV 
BANK, 
115.000 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 164 0

8679932 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625267 BREAKER 
CB26, 
WOMMAC
K NORTH 
230KV LINE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 208 0

8680222 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625557 BREAKER 
BPN 1, 
115/13.8K
V BANK 
13.8KV CB, 
27.000 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 621

M-100 Sub 163 
PSDR2-2



8680528 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625863 BREAKER 
CB32, MT. 
OLIVE 
230KV LINE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 185 0

8680633 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625968 BREAKER 
CB9, 
GOLDSBOR
O SW. STA. 
115KV 
SOUTH CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 156 0

8680664 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625999 BREAKER 
CB5, LEE 
PLANT 
115KV- 
NORTH 
LINE CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 209 0

8680665 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626000 BREAKER 
CB7, LEE 
PLANT 
115KV- 
SOUTH 
LINE CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 92 0

8680667 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626002 BREAKER 
CB10, 
WALLACE 
230KV SUB 
115KV CB, 
115.000 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 107 0

8681915 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627250 BREAKER 
CB21, 
SELMA 
230KV CB, 
230.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 69 0

8682724 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628059 BREAKER 
CB27, 
WAYNE 
COUNTY 
230KV LINE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 165 0

M-100 Sub 163 
PSDR2-2



8682725 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628060 BREAKER 
CB28, 
WOMMAC
K SOUTH 
230KV TIE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 171 0

8682801 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628136 BREAKER 
CB22,  LEE 
CC PLANT - 
SELMA TIE 
230KV CB, 
230.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 53 0

8682802 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628137 BREAKER 
CB23,  LEE 
CC PLANT 
230KV CB, 
230.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 46 0

8683461 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628796 BREAKER 
CB1, #1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 621 0

8683463 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628798 BREAKER 
CB2, #2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 99990 0

8683464 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628799 BREAKER 
CB3, 
GOLDSBOR
O SW. STA. 
115KV 
NORTH CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2236 0

8683673 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629008 BREAKER 
CB13, 
NORTH-
SOUTH 
115KV BUS 
TIE CB, 
115.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 125 0

M-100 Sub 163 
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8683674 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629009 BREAKER 
CB16, LEE 
CC PLANT 
EAST 
115KV LINE 
CB, 
115.000 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 129 0

8684211 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629546 BREAKER 
CB31, MT. 
OLIVE 
230KV TIE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 192 0

8684555 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629890 BREAKER 
CB25, 
WOMMAC
K NORTH 
BUS 230KV 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 40 0

8684556 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629891 BREAKER 
CB29, 
WOMMAC
K SOUTH 
230KV LINE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 218 0

8684557 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629892 BREAKER 
CB33, 
MILBURNI
E 230KV 
LINE CB, 
230.0 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 205 0

8684558 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629893 BREAKER 
CB34, 
MILBURNI
E-SOUTH 
230KV TIE 
CB, 230.0 
KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 183 0

8684559 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629894 BREAKER 
CB14, LEE 
CC PLANT 
WEST 
115KV LINE 
CB, 
115.000 KV

15540889 STATION 
LEE 
230KV, 
T5852, 
230.000 
KV

42765722 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 126 0

M-100 Sub 163 
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8678138 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623473 BREAKER 
CB52 - ST1 
230KV CB, 
230.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 248 0

8678139 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623474 BREAKER 
CB52 - 
CT01C 
230KV CB, 
230.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 378 1

8679019 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624354 BREAKER 
SS1A 
115KV CB, 
115.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 163 0

8680915 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626250 BREAKER 
SS1B 
115KV CB, 
115.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 174 1

8682731 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628066 BREAKER 
CB52 - 
CT01A 
115KV CB, 
115.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 345 2

8683678 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629013 BREAKER 
CB52 - 
CT01B 
115KV CB, 
115.0 KV

15540911 STATION 
LEE 
COMBIN
ED 
CYCLE 
PLANT, 
T5853, 
230.000 
KV

42766250 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 302 2

8678810 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624145 BREAKER 
GOLDSBOR
O SW STA 
NORTH 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1334 0

M-100 Sub 163 
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8678811 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624146 BREAKER 
LEE 230KV 
NORTH 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 99982 0

8679692 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625027 BREAKER 
GOLDSBOR
O SW STA 
SOUTH 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 185 0

8680666 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626001 BREAKER 
BLACK 
CREEK 
EAST 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 567 0

8680959 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626294 BREAKER 
LEE 230KV 
SOUTH 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 565 0

8681007 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626342 BREAKER 
LEE SUB 
115KV RED 
LINE CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168 0

8681677 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627012 BREAKER 
CB12, BUS 
TIE CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 146 0

8682749 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628084 BREAKER 
#1 115KV 
CAPACITO
R BANK CB 
(52-14), 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 528 1

M-100 Sub 163 
PSDR2-2



8683465 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628800 BREAKER 
BLACK 
CREEK 
WEST 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 11 0

8684358 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629693 BREAKER 
SELMA 
115KV CB, 
115.0 KV

15540551 STATION 
LEE S. E. 
PLANT, 
T5850, 
115.000 
KV

42765315 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 132 0

20283024 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626049 BREAKER 
BPN 8 
HIGHWAY 
70 WEST 
12KV CB, 
12.0 KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 151

8678496 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623831 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 872 0

8678838 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624173 BREAKER 
BPN 3 
STATE 
PORTS 
12KV CB, 
12.0 KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 838 0

8678989 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624324 BREAKER 
BPN 9 
CARTERET-
CRAVEN 
EMC 12KV 
CB, 12.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1868 0

8679157 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624492 BREAKER 
BPN 2, 
SWINSON 
PARK, 
12KV CB, 
25.0 KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 191

M-100 Sub 163 
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8680559 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625894 BREAKER 
BPN 6 
PELLETIER 
HARBOR 
12KV CB, 
12.0 KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 433

8681818 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627153 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1758 0

8681978 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627313 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 157

8681979 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627314 BREAKER 
BPN 1, 
EVANS 
STREET 
12KV CB, 
25.0 KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 232

8682535 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627870 BREAKER 
BPN 4 
EAST 12KV 
CB, 12.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 42179 0

8684331 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629666 BREAKER 
BPN 7 
BRIDGES 
ST.12KV 
CB, 12.0 
KV

15541029 STATION 
MOREHE
AD 
115KV, 
T4240, 
115.000 
KV

42766165 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1366 0

20365447 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627937 BREAKER 
115CB3 
HARLOWE 
LINE 
115KV, 
115.000 KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 187 0

M-100 Sub 163 
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8677696 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623031 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 103

8677743 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623078 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 6380 0

8681432 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626767 BREAKER 
24CB12 
BUSINESS 
PARK 24KV 
VCB, 24.0 
KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 333

8681433 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626768 BREAKER 
24CB13 
WILDWOO
D 24KV CB, 
24.0 KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 414

8681715 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627050 BREAKER 
115CB4, 
HAVELOCK 
115KV, 
115.000 KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 496 0

8682603 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627938 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 541 0

M-100 Sub 163 
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8683553 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628888 BREAKER 
ATLANTIC 
BEACH 
115KV CB, 
115.0 KV

15540061 STATION 
MOREHE
AD 
WILDWO
OD 
230KV, 
T4242, 
230.000 
KV

42766274 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 438 0

8681136 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626471 BREAKER 
13CB13 
CHESTNUT 
CB, 25.0 
KV

15540010 STATION 
MT 
OLIVE 
115KV, 
T5890, 
115.000 
KV

42766254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 224

8682907 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628242 BREAKER 
13CB11 
MT OLIVE 
SOUTH CB, 
25.0 KV

15540010 STATION 
MT 
OLIVE 
115KV, 
T5890, 
115.000 
KV

42766254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 214

8684735 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630070 BREAKER 
13CB12 
MT OLIVE 
EAST CB, 
25.0 KV

15540010 STATION 
MT 
OLIVE 
115KV, 
T5890, 
115.000 
KV

42766254 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 177

8679057 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624392 BREAKER 
LEE 230KV 
LINE, #26 
GCB, 230.0 
KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 261 0

8679058 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624393 BREAKER 
LEE 230KV 
SUB 115KV 
CB9, 115.0 
KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 281 0

8680978 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626313 BREAKER 
#1 
230/115KV 
BANK GCB, 
115.0 KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 240 0

M-100 Sub 163 
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8680986 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626321 BREAKER 
LEE 230KV 
LINE 
230/115KV 
BANK #1 
TIE 
BREAKER 
#24, 230.0 
KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 127 0

8682791 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628126 BREAKER 
CLINTON 
230KV LINE 
#27 GCB, 
230.0 KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 228 0

8684595 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629930 BREAKER 
CLINTON 
115KV LINE 
#3 GCB, 
115.0 KV

15541095 STATION 
MT 
OLIVE 
230KV, 
T5891, 
230.000 
KV

42765878 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 243 0

8679532 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624867 BREAKER 
BPN 1 
SMITH 
CHAPEL 
23KV CB, 
23.0 KV

15540009 STATION 
MT 
OLIVE 
WEST 
115KV, 
T5888, 
115.000 
KV

42766311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 233 0

8680524 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625859 BREAKER 
BPN 2 NC 
55 23KV 
CB, 23.0 
KV

15540009 STATION 
MT 
OLIVE 
WEST 
115KV, 
T5888, 
115.000 
KV

42766311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 84 0

8681481 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626816 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540009 STATION 
MT 
OLIVE 
WEST 
115KV, 
T5888, 
115.000 
KV

42766311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 687 0

8682584 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627919 BREAKER 
BPN 3 
CALYPSO 
23KV CB, 
23.0 KV

15540009 STATION 
MT 
OLIVE 
WEST 
115KV, 
T5888, 
115.000 
KV

42766311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 990 0

M-100 Sub 163 
PSDR2-2



8683485 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628820 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540009 STATION 
MT 
OLIVE 
WEST 
115KV, 
T5888, 
115.000 
KV

42766311 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 724 0

20820414 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42675219 BREAKER 
230CB52, 
HAVELOCK 
SOUTH 
BUS, 
230.000 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8677998 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623333 BREAKER 
HAVELOCK 
115KV CB, 
115.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8678103 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 1600 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623438 BREAKER 
WOMMAC
K NORTH 
230KV CB, 
230.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8679960 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625295 BREAKER 
JACKSONVI
LLE - 
WOMMAC
K NORTH 
230KV TIE 
CB, 230.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8680625 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625960 BREAKER 
KINSTON 
DUPONT 
115KV SW 
STA CB, 
115.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8680726 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626061 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

M-100 Sub 163 
PSDR2-2



8680999 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626334 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8681002 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626337 BREAKER 
CB31, 
AURORA 
230KV CB, 
230.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8681142 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626477 BREAKER 
230CB41 
SOUTH 
230KV BUS 
CB, 230.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8681805 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627140 BREAKER 
HAVELOCK 
230KV CB, 
230.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8681829 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627164 BREAKER 
JACKSONVI
LLE 230KV 
CB, 230.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8681991 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627326 BREAKER 
BUS TIE, 
115KV 
CB7, 115.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8682545 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627880 BREAKER 
WOMMAC
K SOUTH-
NORTH 
BUS 230KV 
TIE CB, 
230.0 KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

M-100 Sub 163 
PSDR2-2



8682561 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627896 BREAKER 
BRIDGETO
N 115KV 
CB, 115.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8682672 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628007 BREAKER 
WOMMAC
K SOUTH-
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8684316 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629651 BREAKER 
#1 
230/115KV 
CB, 115.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8684674 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623458 BREAKER 
NEW BERN 
CITY 115KV 
CB, 115.0 
KV

15540510 STATION 
NEW 
BERN 
230KV, 
T4250, 
230.000 
KV

42765389 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8679628 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624963 BREAKER 
BSH HOME 
APPLIANCE
S 12KV CB, 
12.0 KV

15540979 STATION 
NEW 
BERN 
AMITAL 
S B 
POWER 
TOOL CO 
115KV, 
T4387, 
115.000 
KV

42766468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 215

8682165 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627500 BREAKER 
12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540979 STATION 
NEW 
BERN 
AMITAL 
S B 
POWER 
TOOL CO 
115KV, 
T4387, 
115.000 
KV

42766468 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 301

M-100 Sub 163 
PSDR2-2



20877736 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625716 BREAKER 
BPN 1 
SPRING 
GARDEN 
23KV CB, 
23.000 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 165

8677503 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622838 BREAKER 
BPN 4 
CLARKS 
23KV CB, 
23.0 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 401

8678165 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623500 BREAKER 
BPN 2 
RACETRAC
K ROAD 
23KV CB, 
23.0 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 156 0

8679319 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624654 BREAKER 
BPN 5 
FORT 
BARNWELL 
23KV CB, 
23.0 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 295

8680402 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625737 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 7125 0

8680552 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625887 BREAKER 
BPN 3 
TRENT 
WOODS 
23KV CB, 
23.0 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 422

8684040 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629375 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540419 STATION 
NEW 
BERN 
WEST 
230KV, 
T4255, 
230.000 
KV

42765335 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0

M-100 Sub 163 
PSDR2-2



20902320 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627944 BREAKER 
BPN 5 
MILLERS 
CROSSROA
DS 23KV 
CB, 23.0 
KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 130

20920099 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628747 BREAKER 
BPN 3 
PINEWOO
D 23KV CB, 
23.0 KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0000000 00000000

20920100 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623019 BREAKER 
BPN 4 
BERKLEY 
23KV CB, 
23.0 KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 155 0

8679482 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624817 BREAKER 
BPN 1 
CHAPEL 
ROAD 
23KV CB, 
23.0 KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2177 0

8680306 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625641 BREAKER 
BPN 6 
ELROY 
23KV CB, 
23.0 KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1373

8684296 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629631 BREAKER 
BPN 2 
NEW HOPE 
23KV CB, 
23.0 KV

15540188 STATION 
NEW 
HOPE 
115KV, 
T5912, 
115.0 KV

42766222 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1981 0

8677482 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622817 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540792 STATION 
NEWPOR
T 115KV, 
T4271, 
115.0 KV

42765810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 144

M-100 Sub 163 
PSDR2-2



8677804 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623139 BREAKER 
BPN 1 
NEWPORT 
23KV CB, 
23.0 KV

15540792 STATION 
NEWPOR
T 115KV, 
T4271, 
115.0 KV

42765810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 198

8682399 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627734 BREAKER 
BPN 3 
RIVERWOO
DS 23KV 
CB, 23.0 
KV

15540792 STATION 
NEWPOR
T 115KV, 
T4271, 
115.0 KV

42765810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 182

8684115 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629450 BREAKER 
BPN 2 FT. 
BENJAMIN 
23KV CB, 
23.0 KV

15540792 STATION 
NEWPOR
T 115KV, 
T4271, 
115.0 KV

42765810 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 153

20364754 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41703948 BREAKER 
CB23 
NEWPORT

40535714 STATION 
NEWPOR
T 230KV 
SWITCHI
NG 
STATION
, T6759, 
230.000 
KV

42761923 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 165 0

20364755 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41703950 BREAKER 
CB24 
NEWPORT-
MOREHEA
D 
WILDWOO
D

40535714 STATION 
NEWPOR
T 230KV 
SWITCHI
NG 
STATION
, T6759, 
230.000 
KV

42761923 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 197 0

20364756 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41703951 BREAKER 
CB25 
NEWPORT-
HAVELOCK 
230KV

40535714 STATION 
NEWPOR
T 230KV 
SWITCHI
NG 
STATION
, T6759, 
230.000 
KV

42761923 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 159 0

M-100 Sub 163 
PSDR2-2



20275557 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625915 BREAKER 
BPN 1 
NEWTON 
GROVE 
23KV CB, 
23.000 KV

15540773 STATION 
NEWTO
N GROVE 
230KV, 
T5921, 
230.0 KV

42765501 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161

8680250 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625585 BREAKER 
BPN 7 
SOUTH 
RIVER EMC 
23/12KV 
BANK CB, 
12.0 KV

15540773 STATION 
NEWTO
N GROVE 
230KV, 
T5921, 
230.0 KV

42765501 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 217

8683039 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628374 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540773 STATION 
NEWTO
N GROVE 
230KV, 
T5921, 
230.0 KV

42765501 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 591

8683370 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628705 BREAKER 
BPN 2 
HERRING 
SCHOOL 
23KV CB, 
23.0 KV

15540773 STATION 
NEWTO
N GROVE 
230KV, 
T5921, 
230.0 KV

42765501 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 208

8679041 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624376 BREAKER 
BPN 3 
ATLANTIC 
34.5KV CB, 
34.5 KV

15540597 STATION 
NORTH 
RIVER 
115KV, 
T4272, 
115.0 KV

42766172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 677

8682220 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627555 BREAKER 
BPN 2 
TRANSFER 
BUS 
34.5KV CB, 
34.5 KV

15540597 STATION 
NORTH 
RIVER 
115KV, 
T4272, 
115.0 KV

42766172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 240

8684051 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629386 BREAKER 
BPN 1 
MARSHALL
BURG 
34.5KV CB, 
34.5 KV

15540597 STATION 
NORTH 
RIVER 
115KV, 
T4272, 
115.0 KV

42766172 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 435

M-100 Sub 163 
PSDR2-2



8678378 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623713 BREAKER 
24CB11 
PEEDIN 
JUNCTION 
24KV CB, 
25.000 KV

15540574 STATION 
PRINCET
ON 
115KV, 
T5935, 
115.000 
KV

42766326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 198

8680200 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625535 BREAKER 
24CB12 
PRINCETO
N 24KV CB, 
25.000 KV

15540574 STATION 
PRINCET
ON 
115KV, 
T5935, 
115.000 
KV

42766326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 205

8682981 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628316 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.000 
KV

15540574 STATION 
PRINCET
ON 
115KV, 
T5935, 
115.000 
KV

42766326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 151

8683826 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629161 BREAKER 
24CB18 #1 
CAP BANK 
24KV CB, 
25.000 KV

15540574 STATION 
PRINCET
ON 
115KV, 
T5935, 
115.000 
KV

42766326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 196

8684798 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630133 BREAKER 
24CB13 
BIZZELL 
GROVE 
24KV CB, 
25.000 KV

15540574 STATION 
PRINCET
ON 
115KV, 
T5935, 
115.000 
KV

42766326 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 159

8679207 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624542 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540978 STATION 
RHEMS 
230KV, 
T4276, 
230.0 KV

42765827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 149

8680124 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625459 BREAKER 
24CB12 
RIVER 
BEND 24KV 
CB, 25.0 
KV

15540978 STATION 
RHEMS 
230KV, 
T4276, 
230.0 KV

42765827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 235

M-100 Sub 163 
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8680125 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625460 BREAKER 
24CB18 
CAPACITO
R BANK 
24KV CB, 
25.0 KV

15540978 STATION 
RHEMS 
230KV, 
T4276, 
230.0 KV

42765827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2

8682903 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628238 BREAKER 
24CB11 
CYPRESS 
SHORES 
24KV CB, 
25.0 KV

15540978 STATION 
RHEMS 
230KV, 
T4276, 
230.0 KV

42765827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 156

8683821 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629156 BREAKER 
24CB13 
POLLOCKS
VILLE 24KV 
CB, 25.0 
KV

15540978 STATION 
RHEMS 
230KV, 
T4276, 
230.0 KV

42765827 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 201

20682386 BREAKER, 
VAC, 24 
KV, 27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626698 BREAKER 
BPN 1 
AUTRYVILL
E 23KV CB, 
23.000 KV

15540558 STATION 
ROSEBO
RO 
115KV, 
T5600, 
115.0 KV

42766152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 147

20701182 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623387 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540558 STATION 
ROSEBO
RO 
115KV, 
T5600, 
115.0 KV

42766152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 138

20702791 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622957 BREAKER 
BPN 2 
ROSEBORO 
23KV CB, 
23.000 KV

15540558 STATION 
ROSEBO
RO 
115KV, 
T5600, 
115.0 KV

42766152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 143

20740427 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624957 BREAKER 
BPN 3 
SALEMBUR
G 23KV CB, 
23.000 KV

15540558 STATION 
ROSEBO
RO 
115KV, 
T5600, 
115.0 KV

42766152 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 145

M-100 Sub 163 
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8679134 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624469 BREAKER 
24CB13, 
ROSEWOO
D 24KV CB, 
25.0 KV

15541142 STATION 
ROSEWO
OD 
115KV, 
T5752, 
115.0 KV

42765313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 194

8679135 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624470 BREAKER 
24CB12, 
OLD 
SMITHFIEL
D RD 24KV 
CB, 25.0 
KV

15541142 STATION 
ROSEWO
OD 
115KV, 
T5752, 
115.0 KV

42765313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 186

8680055 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625390 BREAKER 
24CB19, 
TRANSFER 
24KV CB, 
25.0 KV

15541142 STATION 
ROSEWO
OD 
115KV, 
T5752, 
115.0 KV

42765313 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 157

20270355 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

41391427 BREAKER 
230CB1 
LEE-
WOMMAC
K 230KV 
SOUTH 
LINE, 
230.000 KV

15540368 STATION 
SANDY 
BOTTOM 
SOLAR 
SW STA, 
T6756, 
230.000 
KV

42761789 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 190 1

8677490 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622825 BREAKER 
BPN 6 PINE 
LEVEL 
23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 506

8678214 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623549 BREAKER 
LEE 230KV 
CB, 230.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 147 0

8678409 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623744 BREAKER 
BPN 3 
SELMA 
LIZZIE 
23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 555

M-100 Sub 163 
PSDR2-2



8678417 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623752 BREAKER 
BPN 5 
MICRO 
23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 520

8678418 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623753 BREAKER 
BPN 4 
HOWARD 
JOHNSON 
23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 645

8678998 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624333 BREAKER 
#2 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 103 0

8679218 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624553 BREAKER 
CB #3, 
CLAYTON 
INDUSTRIA
L 115KV 
CB, 115.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 218 0

8679335 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624670 BREAKER 
BPN 1 
BROGDEN 
23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 392

8680093 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625428 BREAKER 
24CB28, #2 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 98

8680094 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625429 BREAKER 
BPN 12 
CHANNEL 
MASTER 
12KV CB, 
25.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 171

M-100 Sub 163 
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8680128 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625463 BREAKER 
ERWIN 
230KV LINE 
CB, 230.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 132 0

8680129 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625464 BREAKER 
WAKE 
230KV LINE 
CB, 230.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 108 0

8681923 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627258 BREAKER 
CB#7, 
SELMA 
230KV CB 
(#1 AND 
#3 115KV 
BANK 
BREAKER), 
115.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 172 0

8682522 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627857 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 56 0

8682702 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628037 BREAKER 
LEE PLANT 
115KV CB, 
115.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 254 0

8682757 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628092 BREAKER 
BPN 2 
FIELDCRES
T 23KV CB, 
23.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 114

8682876 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628211 BREAKER 
12CB38, #1 
12KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 69

M-100 Sub 163 
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8683496 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628831 BREAKER 
BPN 11 
CITY OF 
SELMA 
12KV CB, 
12.0 KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 926 0

8684699 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630034 BREAKER 
24CB18, #1 
24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15539806 STATION 
SELMA 
230KV, 
T5970, 
230.000 
KV

42766217 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 28

8678588 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623923 BREAKER 
#3 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 783

8678608 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623943 BREAKER 
#6 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 000000000

8679485 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624820 BREAKER 
#1 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 846
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8680430 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625765 BREAKER 
#4 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 771

8681417 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626752 BREAKER 
#2 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 789

8684066 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS

CIRCUIT 
BREAKER

15629401 BREAKER 
#5 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

42761727 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 000000000

8678588 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623923 BREAKER 
#3 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 846
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8678608 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623943 BREAKER 
#6 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 120

8679485 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624820 BREAKER 
#1 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 783

8680430 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625765 BREAKER 
#4 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 771

8681417 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626752 BREAKER 
#2 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 789
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8684066 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
600 AMPS

CIRCUIT 
BREAKER

15629401 BREAKER 
#5 CIRCUIT 
(CUSTOME
R OWNED 
CB), 12.0 
KV

15540189 STATION 
SEYMOU
R 
JOHNSO
N 115KV 
(CUST), 
T5980, 
115.000 
KV

43130847 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES15 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 153

8677560 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622895 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540161 STATION 
SEYMOU
R 
JOHNSO
N 115KV, 
T5980, 
115.000 
KV

42766322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 4065 0

8679894 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625229 BREAKER 
BPN 2 OAK 
FOREST 
12KV CB, 
12.0 KV

15540161 STATION 
SEYMOU
R 
JOHNSO
N 115KV, 
T5980, 
115.000 
KV

42766322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 319 0

8680695 BREAKER, 
OIL, ABC 
PH, 12 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626030 BREAKER 
#3 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540161 STATION 
SEYMOU
R 
JOHNSO
N 115KV, 
T5980, 
115.000 
KV

42766322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 4464 0

8681269 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626604 BREAKER 
BPN 1 
HILLCREST 
12KV CB, 
12.0 KV

15540161 STATION 
SEYMOU
R 
JOHNSO
N 115KV, 
T5980, 
115.000 
KV

42766322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 368

8682400 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627735 BREAKER 
BPN 3 
SEYMOUR 
JOHNSON 
12KV CB, 
12.0 KV

15540161 STATION 
SEYMOU
R 
JOHNSO
N 115KV, 
T5980, 
115.000 
KV

42766322 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 187
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8681352 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626687 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540399 STATION 
SMITHFI
ELD 
115KV, 
T5990, 
115.000 
KV

42765899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 633 0

8683081 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.5 
KV, 600.0 
AMPS, 8.0 
KA

CIRCUIT 
BREAKER

15628416 BREAKER 
#2 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15540399 STATION 
SMITHFI
ELD 
115KV, 
T5990, 
115.000 
KV

42765899 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 366

20617229 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625772 BREAKER 
BPN 2 
SNOW HILL 
23KV CB, 
23.000 KV

15540221 STATION 
SNOW 
HILL 
115KV, 
T4320, 
115.0 KV

42765861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 169

8677594 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15622929 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540221 STATION 
SNOW 
HILL 
115KV, 
T4320, 
115.0 KV

42765861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0

8679976 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625311 BREAKER 
BPN 1 
JASON 
23KV 
FEEDER 
CB, 23.0 
KV

15540221 STATION 
SNOW 
HILL 
115KV, 
T4320, 
115.0 KV

42765861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 402

8682533 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627868 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540221 STATION 
SNOW 
HILL 
115KV, 
T4320, 
115.0 KV

42765861 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2783 0

8680561 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625896 BREAKER 
BPN 1 
MAYSVILLE 
23KV CB, 
23.0 KV

15539849 STATION 
SWANSB
ORO 
230KV, 
T4360, 
230.000 
KV

42765938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 747
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8680938 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626273 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539849 STATION 
SWANSB
ORO 
230KV, 
T4360, 
230.000 
KV

42765938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 3174 0

8681143 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626478 BREAKER 
24CB19 
TRANSFER 
BUS 24KV, 
CB, 25.0 
KV

15539849 STATION 
SWANSB
ORO 
230KV, 
T4360, 
230.000 
KV

42765938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 172

8681272 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626607 BREAKER 
BPN 3 
SWANSBO
RO 23KV 
CB, 23.0 
KV

15539849 STATION 
SWANSB
ORO 
230KV, 
T4360, 
230.000 
KV

42765938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 361

8681547 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626882 BREAKER 
BPN 2 
HUEBERT 
23KV CB, 
23.0 KV

15539849 STATION 
SWANSB
ORO 
230KV, 
T4360, 
230.000 
KV

42765938 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 552 0

20807514 BREAKER 
GAS, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

42631773 BREAKER 
230CB1, 
230.000 KV

42365314 STATION 
TRENT 
RIVER 
SOLAR 
230KV 
SWITCHI
NG 
STATION
, T6773, 
230.000 
KV

42761850 NORMAL 
SUBSTATIO
N 
INSPECTIO
N

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 137 0

20467280 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41994143 BREAKER 
24CB13, 
WEST 
CRAVEN 
CB, 24.000 
KV

40961439 STATION 
VANCEB
ORO 
WEST 
CRAVEN 
115KV, 
T6768, 
115.000 
KV

42761648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 153
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20467281 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41994144 BREAKER 
24CB11, 
WILLIS 
BRIDGE 
RD, 24.000 
KV

40961439 STATION 
VANCEB
ORO 
WEST 
CRAVEN 
115KV, 
T6768, 
115.000 
KV

42761648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 158

20467282 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41994145 BREAKER 
24CB19, 
TRANSFER 
CB, 24.000 
KV

40961439 STATION 
VANCEB
ORO 
WEST 
CRAVEN 
115KV, 
T6768, 
115.000 
KV

42761648 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 155

20790609 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628426 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540576 STATION 
WARSA
W 
230KV, 
T6070, 
230.0 KV

42766087 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 150

8678771 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624106 BREAKER 
BPN 3 
WARSAW 
23KV CB, 
23.0 KV

15540576 STATION 
WARSA
W 
230KV, 
T6070, 
230.0 KV

42766087 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1353

8680260 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625595 BREAKER 
BPN 4 
KENANSVIL
LE 23KV 
CB, 23.0 
KV

15540576 STATION 
WARSA
W 
230KV, 
T6070, 
230.0 KV

42766087 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 475

8681621 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626956 BREAKER 
BPN 2 US 
117 
NORTH 
23KV CB, 
23.0 KV

15540576 STATION 
WARSA
W 
230KV, 
T6070, 
230.0 KV

42766087 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1802 0

8683304 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628639 BREAKER 
BPN 1 
NATIONAL 
SPINNING 
23KV CB, 
23.0 KV

15540576 STATION 
WARSA
W 
230KV, 
T6070, 
230.0 KV

42766087 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 334 10
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8679228 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624563 BREAKER 
24KV 
BREAKER 
AT #1 
TRANSFOR
MER 
BANK, 25.0 
KV

15540735 STATION 
WARSA
W 
SOLAR 
230KV 
SW STA, 
T6071, 
230.0 KV

42766514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 173

8681068 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626403 BREAKER 
230CB1 
CLINTON-
WALLACE 
230KV LINE 
CB, 230.0 
KV

15540735 STATION 
WARSA
W 
SOLAR 
230KV 
SW STA, 
T6071, 
230.0 KV

42766514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 143 0

8684756 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630091 BREAKER 
24KV 
BREAKER 
AT #2 
TRANSFOR
MER 
BANK, 
25.000 KV

15540735 STATION 
WARSA
W 
SOLAR 
230KV 
SW STA, 
T6071, 
230.0 KV

42766514 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161

8678936 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624271 BREAKER 
UNIT #12 
BANK 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1453 0

8679787 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625122 BREAKER 
AUXILIARY
/STATION 
SERVICE #2 
TRANSFOR
MER 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 262 0

8679834 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625169 BREAKER 
UNIT #10 
BANK 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 750 0

M-100 Sub 163 
PSDR2-2



8679835 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625170 BREAKER 
AUXILIARY
/STATION 
SERVICE #1 
TRANSFOR
MER 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 975 0

8681756 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627091 BREAKER 
UNIT #13 
BANK 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1689 0

8683555 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628890 BREAKER 
UNIT #14 
BANK 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1174 0

8683591 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628926 BREAKER 
UNIT #11 
BANK 
230KV CB, 
230.0 KV

15539624 STATION 
WAYNE 
COUNTY 
PLANT, 
T5851, 
230.000 
KV

42765777 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 701 0

8679131 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624466 BREAKER 
KINSTON 
DUPONT 
S.S.-NEW 
BERN 
115KV CB, 
115.0 KV

15539974 STATION 
WEYERH
AEUSER 
115KV 
SWITCHI
NG 
STATION
, T4421, 
115.0 KV

42765419 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 184 0

M-100 Sub 163 
PSDR2-2



8677935 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623270 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540381 STATION 
WILSON 
MILLS 
230KV, 
T5385, 
230.0 KV

42765399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 815 0

8678577 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623912 BREAKER 
BPN 1 
GLENDALE 
23KV CB, 
23.0 KV

15540381 STATION 
WILSON 
MILLS 
230KV, 
T5385, 
230.0 KV

42765399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 608

8679301 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624636 BREAKER 
BPN 2 
WILSON 
MILLS 
23KV CB, 
23.0 KV

15540381 STATION 
WILSON 
MILLS 
230KV, 
T5385, 
230.0 KV

42765399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 379

8681248 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626583 BREAKER 
BPN 3 
HWY 70 
WEST 
23KV CB, 
23.0 KV

15540381 STATION 
WILSON 
MILLS 
230KV, 
T5385, 
230.0 KV

42765399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 486

8684610 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629945 BREAKER 
BPN 4 
WEST 
SMITHFIEL
D 24KV CB, 
24.0 KV

15540381 STATION 
WILSON 
MILLS 
230KV, 
T5385, 
230.0 KV

42765399 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 261

20362342 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628032 BREAKER 
LEE SOUTH 
230KV CB 
# 29, 
230.000 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 161 0

20492628 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628034 BREAKER 
230CB27, 
NEW BERN 
NORTH 
230KV CB, 
230.000 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 168 0

M-100 Sub 163 
PSDR2-2



20492692 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628971 BREAKER 
230CB30, 
NEW BERN 
SOUTH/ 
EAST BUS 
TIE 230KV 
CB, 
230.000 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 153 0

8678124 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 
5000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623459 BREAKER 
GOLDSBOR
O 115KV 
CB, 115.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 961 0

8678905 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624240 BREAKER 
KINSTON 
DUPONT 
230KV LINE 
CB, 230.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 275 0

8679829 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625164 BREAKER 
LEE NORTH 
230KV LINE 
CB, 230.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 248 0

8679830 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625165 BREAKER 
LEE SOUTH 
- NEW 
BERN N. 
230KV TIE 
CB, 230.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 246 0

8679966 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625301 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2089 0

M-100 Sub 163 
PSDR2-2



8680830 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626165 BREAKER 
NEW BERN 
SOUTH 
230KV LINE 
CB, 230.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 215 0

8680872 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626207 BREAKER 
BUS TIE 
115KV CB, 
115.0 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 156 0

8681702 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627037 BREAKER 
JACKSONVI
LLE 115KV 
CB, 115.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 854 0

8683586 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628921 BREAKER 
KINSTON 
DUPONT - 
LEE N. 
230KV TIE 
CB, 230.0 
KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 237 2

8683621 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628956 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 182 0

8683662 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 
5000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628997 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 753 0

8683664 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 
5000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628999 BREAKER 
KINSTON 
115KV CB, 
115.0 KV

15539764 STATION 
WOMM
ACK 
230KV, 
T4433, 
230.0 KV

42766086 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES15 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 632 0

M-100 Sub 163 
PSDR2-2



8673158 39739,CAP
ACITOR 
BANK 
230.0 KV

CAPACITO
R

15618492 CAPACITO
R BANK #2 
230KV 
CAPACITO
R BANK, 
230.0 KV, 
90.0 KVAR

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 ON

8673159 38051,CAP
ACITOR 
BANK 
230.0 KV

CAPACITO
R

15618493 CAPACITO
R BANK #1 
230KV 
CAPACITO
R BANK, 
230.0 KV, 
90,000.0 
KVAR

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 ON

8677740 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623075 BREAKER 
BARNARD 
CREEK 
230KV #1 
CAP BANK 
CB, 230.0 
KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 2184 0

8678667 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624002 BREAKER 
BARNARD 
CREEK 
230KV #2 
CAP BANK 
CB, 230.0 
KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 1102 0

8679651 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624986 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 111567 0

8679655 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624990 BREAKER 
CAROLINA 
BEACH 
115KV CB, 
115.0 KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 224610 0

M-100 Sub 163 
PSDR2-2



8680031 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625366 BREAKER 
CB29, 
WILMINGT
ON 
CORNING 
230KV CB, 
230.0 KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 270 0

8680623 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625958 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 30466 0

8682473 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627808 BREAKER 
SUNSET 
PARK 
115KV CB, 
115.0 KV

15540890 STATION 
BARNAR
D CREEK 
230KV, 
T6145, 
230.0 KV

42765741 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 647 0

20744709 LTC TYPE 
VACUUM, 
26.000 KV, 
E, 1,500.0 
AMPS

LTC 15592713 REGULATO
R BANK #1, 
23.0 KV

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 NA NA

8656549 REGULATO
R 3PH, 
24.000 KV, 
24.0 KV, 
1,000.0 
KVA, 
1,400.0 
KVA

REGULATO
R

15592713 REGULATO
R BANK #1, 
23.0 KV

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 NA NA

8673160 37363,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618494 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
3,000.0 
KVAR

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 1664 OFF

8680317 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625652 BREAKER 
BPN 1 
BLADENBO
RO CITY 
23KV CB, 
23.0 KV

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 2022 0

M-100 Sub 163 
PSDR2-2



8682191 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627526 BREAKER 
BPN 2 
BLADENBO
RO 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 979 0

8682238 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627573 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540563 STATION 
BLADEN
BORO 
115KV, 
T1810, 
115.0 KV

42765788 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 1664 0

8682864 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628199 BREAKER 
230CB1, 
CUMBERLA
ND-
WHITEVILL
E LINE, 
230KV CB, 
230.0 KV

15541146 STATION 
BLADEN
BORO 
SOLAR 
SW STA, 
T6746, 
230.000 
KV

42766438 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 149 0

8677674 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623009 BREAKER 
CASWELL 
BEACH #1 
23KV BANK 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 681 0

8677996 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623331 BREAKER 
22B - #1 
UNIT-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 268 0

M-100 Sub 163 
PSDR2-2



8678201 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623536 BREAKER 
28B - 
WALLACE-
#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 210 0

8678602 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623937 BREAKER 
27A - UNIT 
#2 
WILMINGT
ON 
CORNING 
LINE 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 219 0

8678895 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624230 BREAKER 
29A - #2 
UNIT-#2A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 230 0

8678963 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624298 BREAKER 
25B - UNIT 
#1 SAT 
230KV CB 
25B, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 243 0

M-100 Sub 163 
PSDR2-2



8679084 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624419 BREAKER 
20A - 
CASTLE 
HAYNE 
EAST-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1 0

8679497 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624832 BREAKER 
21A - 
JACKSONVI
LLE 230KV 
LINE, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 96 0

8679778 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625113 BREAKER 
22A - #1 
UNIT-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 270 0

8680412 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625747 BREAKER 
CASWELL 
BEACH #2 
23KV BANK 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1254 0

M-100 Sub 163 
PSDR2-2



8680421 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625756 BREAKER 
31B - 
WHITEVILL
E-#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 217 0

8680422 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625757 BREAKER 
21B - 
JACKSONVI
LLE #1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 158 0

8680839 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626174 BREAKER 
24A - 
WEATHERS
POON-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 283 0

8680840 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626175 BREAKER 
32A - UNIT 
# 2 230KV 
BUS 2A 
CAPACITO
R BANK 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1168 0

M-100 Sub 163 
PSDR2-2



8680859 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626194 BREAKER 
26B - 
UNIT# 2 
SAT 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 277 0

8680860 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626195 BREAKER 
25A - UNIT 
#1 SAT 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 185 0

8680920 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626255 BREAKER 
23A - 
DELCO SUB 
EAST #1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 124 0

8680985 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626320 BREAKER 
28A - 
WALLACE-
#2A BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 205 0

M-100 Sub 163 
PSDR2-2



8680994 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626329 BREAKER 
20B - 
CASTLE 
HAYNE 
EAST-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 241 0

8682276 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627611 BREAKER 
CASWELL 
BEACH #2 
23KV 
FEEDER 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2347 0

8682290 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627625 BREAKER 
23B - 
DELCO 
EAST #1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 395 0

8682646 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627981 BREAKER 
32B - UNIT 
# 2 230KV 
BUS 2B 
CAPACITO
R BANK 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 717 0

M-100 Sub 163 
PSDR2-2



8682669 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628004 BREAKER 
29B - #2 
UNIT-#2B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 215 0

8683189 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628524 BREAKER 
CASWELL 
BEACH #1 
23KV 
FEEDER 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2459 0

8683206 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628541 BREAKER 
31A - 
WHITEVILL
E-#2A BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 271 0

8683207 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628542 BREAKER 
27B - 
WILMINGT
ON 
CORNING-
#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 201 0

M-100 Sub 163 
PSDR2-2



8683593 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628928 BREAKER 
24B - 
WEATHERS
POON-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 260 0

8683612 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628947 BREAKER 
26A - 
UNIT# 2 
SAT 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 385 0

8683691 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629026 BREAKER 
19A - UNIT 
#1 230KV 
BUS 1A 
CAPACITO
R 
BREAKER, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 1146 0

8683730 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629065 BREAKER 
30B - 
DELCO 
WEST-#2B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 223 0

M-100 Sub 163 
PSDR2-2



8684500 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629835 BREAKER 
19B - UNIT 
#1 230KV 
BUS 1B 
CAPACITO
R 
BREAKER, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8684596 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629931 BREAKER 
30A - UNIT 
#2 DELCO 
WEST LINE 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

42765401 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 224 0

8677674 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623009 BREAKER 
CASWELL 
BEACH #1 
23KV BANK 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 681 0

8677996 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623331 BREAKER 
22B - #1 
UNIT-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 268 0

M-100 Sub 163 
PSDR2-2



8678201 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623536 BREAKER 
28B - 
WALLACE-
#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 210 0

8678602 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623937 BREAKER 
27A - UNIT 
#2 
WILMINGT
ON 
CORNING 
LINE 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 219 0

8678895 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624230 BREAKER 
29A - #2 
UNIT-#2A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 230 0

8678963 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624298 BREAKER 
25B - UNIT 
#1 SAT 
230KV CB 
25B, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 243 0

M-100 Sub 163 
PSDR2-2



8679084 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624419 BREAKER 
20A - 
CASTLE 
HAYNE 
EAST-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1 0

8679497 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624832 BREAKER 
21A - 
JACKSONVI
LLE 230KV 
LINE, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 96 0

8679778 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625113 BREAKER 
22A - #1 
UNIT-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 270 0

8680412 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625747 BREAKER 
CASWELL 
BEACH #2 
23KV BANK 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1254 0

M-100 Sub 163 
PSDR2-2



8680421 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625756 BREAKER 
31B - 
WHITEVILL
E-#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 218 1

8680422 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625757 BREAKER 
21B - 
JACKSONVI
LLE #1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 158 0

8680839 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626174 BREAKER 
24A - 
WEATHERS
POON-#1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 283 0

8680840 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626175 BREAKER 
32A - UNIT 
# 2 230KV 
BUS 2A 
CAPACITO
R BANK 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1168 0

M-100 Sub 163 
PSDR2-2



8680859 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626194 BREAKER 
26B - 
UNIT# 2 
SAT 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 277 0

8680860 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626195 BREAKER 
25A - UNIT 
#1 SAT 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 185 0

8680920 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626255 BREAKER 
23A - 
DELCO SUB 
EAST #1A 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 124 0

8680985 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626320 BREAKER 
28A - 
WALLACE-
#2A BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 205 0

M-100 Sub 163 
PSDR2-2



8680994 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626329 BREAKER 
20B - 
CASTLE 
HAYNE 
EAST-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 241 0

8682276 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627611 BREAKER 
CASWELL 
BEACH #2 
23KV 
FEEDER 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 2347 0

8682290 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627625 BREAKER 
23B - 
DELCO 
EAST #1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 395 0

8682646 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627981 BREAKER 
32B - UNIT 
# 2 230KV 
BUS 2B 
CAPACITO
R BANK 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 717 0

M-100 Sub 163 
PSDR2-2



8682669 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628004 BREAKER 
29B - #2 
UNIT-#2B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 215 0

8683189 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628524 BREAKER 
CASWELL 
BEACH #1 
23KV 
FEEDER 
CB, 23.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 2459 0

8683206 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628541 BREAKER 
31A - 
WHITEVILL
E-#2A BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 272 1

8683207 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628542 BREAKER 
27B - 
WILMINGT
ON 
CORNING-
#2B BUS 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 201 0

M-100 Sub 163 
PSDR2-2



8683593 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628928 BREAKER 
24B - 
WEATHERS
POON-#1B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 260 0

8683612 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628947 BREAKER 
26A - 
UNIT# 2 
SAT 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 385 0

8683691 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629026 BREAKER 
19A - UNIT 
#1 230KV 
BUS 1A 
CAPACITO
R 
BREAKER, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 1249 0

8683730 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629065 BREAKER 
30B - 
DELCO 
WEST-#2B 
BUS 230KV 
CB, 230.0 
KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 223 0
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8684500 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629835 BREAKER 
19B - UNIT 
#1 230KV 
BUS 1B 
CAPACITO
R 
BREAKER, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8684596 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629931 BREAKER 
30A - UNIT 
#2 DELCO 
WEST LINE 
230KV CB, 
230.0 KV

15540165 STATION 
BRUNSW
ICK S. E. 
PLANT, 
T6155, 
230.000 
KV

43131109 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 224 0

8673165 36765,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618499 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540338 STATION 
BURGA
W 
115KV, 
T6160, 
115.0 KV

42765691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 2249 OFF

8682098 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627433 BREAKER 
BPN 1 
ASHTON X-
ROADS 
23KV CB, 
23.0 KV

15540338 STATION 
BURGA
W 
115KV, 
T6160, 
115.0 KV

42765691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 761 0 510 616 546

8682179 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627514 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540338 STATION 
BURGA
W 
115KV, 
T6160, 
115.0 KV

42765691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 2249 0 154 155 155

8683394 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628729 BREAKER 
BPN 2 
BURGAW 
23KV CB, 
23.0 KV

15540338 STATION 
BURGA
W 
115KV, 
T6160, 
115.0 KV

42765691 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 697 0 695 582 571
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8681320 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626655 BREAKER 
#1 12KV 
CAPACITO
R BANK 
SWITCH, 
12.0 KV

15540975 STATION 
CAMP 
GEIGER 
230KV, 
T4090, 
230.0 KV

42766160 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1787 0

20780028 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625660 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.000 
KV

15540789 STATION 
CAMP 
LEJEUNE 
#1 
230KV, 
T4101, 
230.0 KV

42766049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 187

20780029 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624802 BREAKER 
#3 12KV 
CAPACITO
R BANK 
CB, 12.000 
KV

15540789 STATION 
CAMP 
LEJEUNE 
#1 
230KV, 
T4101, 
230.0 KV

42766049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 176

20855856 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 38.0 
KV, 300.0 
AMPS

CIRCUIT 
BREAKER

15625627 BREAKER 
#4 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15540789 STATION 
CAMP 
LEJEUNE 
#1 
230KV, 
T4101, 
230.0 KV

42766049 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 207

8679216 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624551 BREAKER 
12CB11 
SOLAR (PV) 
GEN, 25.0 
KV

15540790 STATION 
CAMP 
LEJEUNE 
#2 
230KV, 
T4102, 
230.0 KV

42765709 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 202

8681239 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626574 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540790 STATION 
CAMP 
LEJEUNE 
#2 
230KV, 
T4102, 
230.0 KV

42765709 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 6612
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8684635 BREAKER, 
VAC, ABC 
PH, 13 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629970 BREAKER 
13CB18, 
13KV 
CAPACITO
R BANK 
CB, 13.0 
KV

15540920 STATION 
CAMP 
LEJEUNE 
FRENCH 
CREEK 
230KV, 
T4211, 
230.0 KV

42765839 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 72

8655965 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,240.0 
KVA, 
2,800.0 
KVA

REGULATO
R

15592718 REGULATO
R BANK #1, 
23.0 KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 L04 R12

8673166 36516,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618500 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 2087 ON

8673167 36238,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618501 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 4039 ON

8678703 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624038 BREAKER 
BPN 4 
SNOWS 
CUT 23KV 
CB, 23.0 
KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 124707 705

8680616 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625951 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 4039 0
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8682106 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627441 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 2087 0

8682279 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627614 BREAKER 
BPN 2 
WILMINGT
ON BEACH 
23KV, 23.0 
KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 1525 0

8683965 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629300 BREAKER 
BPN 5 
HIGHWAY 
421 23KV 
CB, 23.0 
KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 577 0

8684114 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629449 BREAKER 
BPN 1 
KURE 
BEACH 
23KV CB, 
23.0 KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 2748 0

8684224 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629559 BREAKER 
BPN 3 
CAROLINA 
BEACH 
23KV CB, 
23.0 KV

15540014 STATION 
CAROLIN
A BEACH 
115KV, 
T6201, 
115.0 KV

42766146 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 1483 0

20173011 24RG13C 
NORTH 
CHASE C-
PHASE, 
REGULATO
R 1PH, 
PHASE C, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592479 REGULATO
R BANK 
24RG13, 
NORTH 
CHASE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L04 R08
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20173012 24RG13B 
NORTH 
CHASE B-
PHASE, 
REGULATO
R 1PH, 
PHASE B, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592479 REGULATO
R BANK 
24RG13, 
NORTH 
CHASE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

20173013 24RG13A 
NORTH 
CHASE A-
PHASE, 
REGULATO
R 1PH, 
PHASE A, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592479 REGULATO
R BANK 
24RG13, 
NORTH 
CHASE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R08

20713716 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592536 REGULATO
R BANK 
24RG21, 
CASTLE 
HAYNE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

20713717 REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592536 REGULATO
R BANK 
24RG21, 
CASTLE 
HAYNE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

20713719 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592536 REGULATO
R BANK 
24RG21, 
CASTLE 
HAYNE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R07

20780021 REGULATO
R 1PH, 
PHASE A, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592480 REGULATO
R BANK 
24RG11, 
WRIGHTSB
ORO, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

20780023 REGULATO
R 1PH, 
PHASE B, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592480 REGULATO
R BANK 
24RG11, 
WRIGHTSB
ORO, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07
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20780024 REGULATO
R 1PH, 
PHASE A, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592478 REGULATO
R BANK 
24RG22, 
BLUE CLAY, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R06

20780025 REGULATO
R 1PH, 
PHASE B, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592478 REGULATO
R BANK 
24RG22, 
BLUE CLAY, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R07

20780026 REGULATO
R 1PH, 
PHASE C, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592478 REGULATO
R BANK 
24RG22, 
BLUE CLAY, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

8656256 24RG19 
TRANSFER 
BUS C-PH 
REG,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592486 REGULATO
R BANK 
24RG19, 
TRANSFER 
BUS, UNITS 
- 3, 24.000 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

8656451 24RG21 
CASTLE 
HAYNE A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV

REGULATO
R

15592536 REGULATO
R BANK 
24RG21, 
CASTLE 
HAYNE, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L06 R06

8656459 24RG19 
TRANSFER 
BUS B-PH 
REG,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592486 REGULATO
R BANK 
24RG19, 
TRANSFER 
BUS, UNITS 
- 3, 24.000 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

8656506 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

15592480 REGULATO
R BANK 
24RG11, 
WRIGHTSB
ORO, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L05 R07

M-100 Sub 163 
PSDR2-2



8656768 24RG12 
HOLLY 
SHELTER C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592422 REGULATO
R BANK 
24RG12, 
HOLLY 
SHELTER, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L07 R07

8656822 24RG19 
TRANSFER 
BUS A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV

REGULATO
R

15592486 REGULATO
R BANK 
24RG19, 
TRANSFER 
BUS, UNITS 
- 3, 24.000 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 Neutral Neutral

8657177 24RG12 
HOLLY 
SHELTER B-
PHASE,REG
ULATOR 
1PH, 24.0 
KV

REGULATO
R

15592422 REGULATO
R BANK 
24RG12, 
HOLLY 
SHELTER, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L08 R08

8657342 24RG12 
HOLLY 
SHELTER A-
PHASE,REG
ULATOR 
1PH, 24.0 
KV

REGULATO
R

15592422 REGULATO
R BANK 
24RG12, 
HOLLY 
SHELTER, 
UNITS - 3, 
24.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 L12 R12

8673168 38318,CAP
ACITOR 
BANK 
230.0 KV

CAPACITO
R

15618502 CAPACITO
R BANK 
230KV 
CAPACITO
R BANK, 
230.0 KV, 
90,000.0 
KVAR

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5687 ON

8673169 38049,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618503 CAPACITO
R BANK 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1734 OFF

8677997 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623332 BREAKER 
BRUNSWIC
K EAST 
230KV CB, 
230.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 248 0

M-100 Sub 163 
PSDR2-2



8678110 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623445 BREAKER 
FOLKSTON
E 115KV 
CB, 115.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 761 1

8678560 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623895 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1734 0

8678934 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624269 BREAKER 
WILMINGT
ON 
CORNING 
230KV CB, 
230.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 228 0

8679337 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624672 BREAKER 
24CB11 
WRIGHTSB
ORO 24KV, 
24.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 288 0

8679338 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624673 BREAKER 
24CB21 
CASTLE 
HAYNE 
24KV, 24.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 376 0

8679901 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625236 BREAKER 
WALLACE 
115KV CB, 
115.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 834 0

8680181 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625516 BREAKER 
230CB30 
BNP UNIT 
1 230 KV 
LINE, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0

M-100 Sub 163 
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8680197 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625532 BREAKER 
230CB34 
FOLKSTON
E WEST 
BUS, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 144 0

8681191 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626526 BREAKER 
230CB35 
FOLKSTON
E EAST 
BUS, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 154 0

8681711 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627046 BREAKER 
BUS TIE 
115KV CB, 
115.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 407 1

8682065 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627400 BREAKER 
115CB2 #2 
230/115KV 
BANK CB, 
115.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 139 0

8682146 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627481 BREAKER 
24CB22 
BLUE CLAY 
24KV, 24.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 457 0

8682147 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627482 BREAKER 
24CB13 
NORTH 
CHASE 
24KV, 24.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 370 0

8682698 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628033 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 574 0

M-100 Sub 163 
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8682957 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628292 BREAKER 
230CB29 
WILMINGT
ON 
CORNING 
230KV 
LINE, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 186 0

8682972 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628307 BREAKER 
230CB24 
SUTTON 
LINE CB, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 192 0

8683057 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628392 BREAKER 
24CB12 
HOLLY 
SHELTER 
24KV, 24.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 486 0

8683066 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628401 BREAKER 
24CB19 
TRANSFER 
VCB 24KV, 
24.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 185 0

8683276 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628611 BREAKER 
230KV 
CAPACITO
R BANK 
CB, 230.0 
KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 5687 0

8684516 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629851 BREAKER 
SUTTON 
SOUTH 
115KV CB, 
115.0 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 603 0

8684777 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15630112 BREAKER 
230CB26 
SUTTON 
PLANT 
230KV 
LINE, 
230.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 181 0

M-100 Sub 163 
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8684788 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630123 BREAKER 
115CB7 
115KV CB 
SUTTON 
NORTH, 
115.000 KV

15540923 STATION 
CASTLE 
HAYNE 
230KV, 
T6205, 
230.000 
KV

42765675 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 250 1

8677668 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623003 BREAKER 
BPN 4 
RICHLAND
S 23KV CB, 
24.0 KV

15539676 STATION 
CATHERI
NE LAKE 
230KV, 
T4108, 
230.000 
KV

42766053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 478

8681747 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627082 BREAKER 
BPN 3 
HWY 111 
23KV CB, 
23.0 KV

15539676 STATION 
CATHERI
NE LAKE 
230KV, 
T4108, 
230.000 
KV

42766053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1014 1

8683009 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628344 BREAKER 
BPN 2 
SOUTHWE
ST 23KV 
CB, 23.0 
KV

15539676 STATION 
CATHERI
NE LAKE 
230KV, 
T4108, 
230.000 
KV

42766053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 423

8683026 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628361 BREAKER 
23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539676 STATION 
CATHERI
NE LAKE 
230KV, 
T4108, 
230.000 
KV

42766053 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2486

20165672 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
377.0 
AMPS

LTC 15593052 REGULATO
R BANK #1, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8656062 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
750.0 KVA

REGULATO
R

15593052 REGULATO
R BANK #1, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

M-100 Sub 163 
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8673170 35949,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618504 CAPACITO
R BANK 
CAPACITO
R BANK, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 2132 OFF

8673171 36386,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618505 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 OFF

8677928 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623263 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 0 0

8679517 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624852 BREAKER 
BPN 1 
CHADBOU
RN WEST 
23KV CB, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 287 1

8680439 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625774 BREAKER 
BPN 2 
CHADBOU
RN EAST 
23KV CB, 
23.0 KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 273 0

8681392 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626727 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540190 STATION 
CHADBO
URN 
115KV, 
T6215, 
115.0 KV

42765565 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 2132 0

20711911 REGULATO
R 3PH, 
23.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 
2,000.0 
KVA

REGULATO
R

15593057 REGULATO
R BANK #1, 
23.0 KV

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

M-100 Sub 163 
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20711914 LTC TYPE 
VACUUM, 
26.000 KV, 
E, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15593057 REGULATO
R BANK #1, 
23.0 KV

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

8673172 37066,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618506 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 2246 OFF

8678637 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623972 BREAKER 
BPN 1 
CLARKTON 
24KV CB, 
23.0 KV

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1421 0

8680326 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625661 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 2246 0

8683037 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628372 BREAKER 
BPN 2 
CLARKTON 
INDUSTRIA
L 24KV CB, 
23.0 KV

15540476 STATION 
CLARKTO
N 115KV, 
T6220, 
115.0 KV

42765927 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 212 0

20425880 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41853752 BREAKER 
230CB1, 
230.000 KV

41248958 STATION 
CROOKE
D RUN 
SOLAR 
SWITCHI
NG 
STATION
, T6774, 
230.000 
KV

42765395 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 149 1

8673173 36787,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618507 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
4,200.0 
KVAR

15541060 STATION 
DELCO 
115KV, 
T6250, 
115.0 KV

42765683 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 953 OFF
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8678619 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623954 BREAKER 
BPN 2 
DELCO 
23KV CB, 
23.0 KV

15541060 STATION 
DELCO 
115KV, 
T6250, 
115.0 KV

42765683 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 2008 0

8679398 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624733 BREAKER 
#1 23KV 
CAPCITOR 
BANK CB, 
23.0 KV

15541060 STATION 
DELCO 
115KV, 
T6250, 
115.0 KV

42765683 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 953 0

8681531 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626866 BREAKER 
BPN 1 
RIEGEL 
23KV CB, 
23.0 KV

15541060 STATION 
DELCO 
115KV, 
T6250, 
115.0 KV

42765683 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 223 0

20221768 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41293857 BREAKER 
#1 230KV 
CAPACITO
R BANK 
CB, 
230.000 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 592 0

8673174 38316,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618508 CAPACITO
R BANK #3 
115KV 
CAPACITO
R BANK 
(NON 
PCB), 
115.0 KV, 
33,000.0 
KVAR

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2941 OFF

8673175 39611,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618509 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 OFF

8673176 39610,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618510 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 993 ON
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PSDR2-2



8673177 38317,CAP
ACITOR 
BANK 
230.0 KV

CAPACITO
R

15618511 CAPACITO
R BANK 
230KV 
CAPACITO
R BANK, 
230.0 KV, 
90,000.0 
KVAR

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 592 OFF

8677742 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623077 BREAKER 
#3 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2941 0

8677916 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

15623251 BREAKER 
RIEGELWO
OD LCP 
115KV CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 285 0

8678779 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624114 BREAKER 
BUS TIE 
115KV CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 326 0

8679860 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625195 BREAKER 
WEATHERS
POON 
115KV CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 5610 0

8680114 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625449 BREAKER 
230CB29 
SUTTON 
PLANT 
230KV LINE 
CB, 230.0 
KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152 0

8680624 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625959 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 518 0
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8680767 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626102 BREAKER 
BRUNSWIC
K EAST 
230KV CB, 
230.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 155 0

8681177 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626512 BREAKER 
230CB30 
CUMBERLA
ND 230KV 
LINE, 
230.000 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 161 0

8681755 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627090 BREAKER 
BRUNSWIC
K WEST 
230KV CB, 
230.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 244 0

8681973 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627308 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 993 0

8682751 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628086 BREAKER 
SUTTON 
PLANT 
115KV 
NORTH CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 147 0

8682958 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628293 BREAKER 
230CB28 
SUTTON 
PLANT 
230KV 
LINE, 
230.000 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153 0

8684313 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629648 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 654 0
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8684496 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629831 BREAKER 
WHITEVILL
E 115KV 
CB, 115.0 
KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 330 0

8684776 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15630111 BREAKER 
230CB31 
CUMBERLA
ND TIE 
230KV, 
230.000 KV

15540891 STATION 
DELCO 
230KV, 
T6260, 
230.0 KV

42766400 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153 0

20165574 LTC TYPE 
VACUUM, 
115.000 
KV, LTC +/-
5%, 
1,406.0 
AMPS

LTC 15592728 REGULATO
R BANK #1, 
0.0 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

20433433 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628748 BREAKER 
BPN 6 
BELVILLE 
23KV VCB, 
23.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 181 0 0 0 0

20755440 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
14.4 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

42437498 REGULATO
R BANK 
24RG23, 
FLEMINGT
ON CB, 
UNITS - 3, 
24.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

20896995 REGULATO
R 1PH, 
PHASE A, 
14.4 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

42437496 REGULATO
R BANK 
24RG22, 
CASTLE ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

20896996 REGULATO
R 1PH, 
PHASE B, 
14.4 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

42437496 REGULATO
R BANK 
24RG22, 
CASTLE ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

M-100 Sub 163 
PSDR2-2



20896997 REGULATO
R 1PH, 
PHASE C, 
14.4 KV, 
432.0 KVA, 
484.0 KVA

REGULATO
R

42437496 REGULATO
R BANK 
24RG22, 
CASTLE ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8655949 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 
KVA, 
2,667.0 
KVA

REGULATO
R

15592728 REGULATO
R BANK #1, 
0.0 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8656101 REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437492 REGULATO
R BANK 
24RG29, 
TRANSFER 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8656127 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437492 REGULATO
R BANK 
24RG29, 
TRANSFER 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8656133 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437492 REGULATO
R BANK 
24RG29, 
TRANSFER 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8656541 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437498 REGULATO
R BANK 
24RG23, 
FLEMINGT
ON CB, 
UNITS - 3, 
24.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8656722 REGULATO
R 1PH, 
PHASE C, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437497 REGULATO
R BANK 
24RG21, 
WATER ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

M-100 Sub 163 
PSDR2-2



8656723 REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437498 REGULATO
R BANK 
24RG23, 
FLEMINGT
ON CB, 
UNITS - 3, 
24.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8657078 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437497 REGULATO
R BANK 
24RG21, 
WATER ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8657264 REGULATO
R 1PH, 
PHASE B, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437497 REGULATO
R BANK 
24RG21, 
WATER ST 
CB, UNITS - 
3, 24.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8657413 REGULATO
R 1PH, 
PHASE A, 
14.400 KV, 
432.0 KVA

REGULATO
R

42437498 REGULATO
R BANK 
24RG23, 
FLEMINGT
ON CB, 
UNITS - 3, 
24.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L08 R08

8673178 5956113,C
APACITOR 
BANK 24.0 
KV

CAPACITO
R

15618512 CAPACITO
R BANK 
24CA28, 
24KV CAP 
BANK, 
24.000 KV, 
5,400.0 
KVAR

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 0 ON

8673179 39207,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618513 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
7,200.0 
KVAR

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 0 ON

8673180 39206,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618514 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
7,200.0 
KVAR

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 0 ON

M-100 Sub 163 
PSDR2-2



8678389 BREAKER 
VAC, ABC 
PH, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623724 BREAKER 
24CB29, 
BANK 2, 
TRANSFER 
CB, 25.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 191 0 0 0

8678466 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623801 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 286 0 0 0 0

8678554 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15623889 BREAKER 
BPN 3 
DOWNTO
WN 23KV 
CB, 23.0 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 237 0 0 0 0

8679139 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624474 BREAKER 
BPN 2 
SOUTH 
FRONT 
STREET 
24KV CB, 
25.0 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 237 0 0 0 0

8679235 BREAKER 
VAC, ABC 
PH, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624570 BREAKER 
24CB21, 
BANK 2, 
WATER ST 
CB, 25.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 193 0 0 0 0

8680163 BREAKER 
VAC, ABC 
PH, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625498 BREAKER 
24CB22, 
BANK 2, 
CASTLE ST 
CB, 25.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 186 0 0 0 0

M-100 Sub 163 
PSDR2-2



8680240 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15625575 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1765 0 0 0 0

8682945 BREAKER 
VAC, ABC 
PH, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628280 BREAKER 
24CB23, 
BANK 2, 
FLEMINGT
ON CB, 
25.000 KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 286 0 0 0 0

8682995 BREAKER 
VAC, ABC 
PH, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628330 BREAKER 
24CB28, 
BANK 2, #3 
CAP BANK 
CB, 25.000 
KV

15540477 STATION 
EAGLE 
ISLAND 
115KV, 
T6310, 
115.0 KV

42766120 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 148 0 0 0 0

20165767 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
703.0 
AMPS

LTC 15592979 REGULATO
R BANK #1, 
23.0 KV

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

8656815 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
1,000.0 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592979 REGULATO
R BANK #1, 
23.0 KV

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

8673181 37793,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618515 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 152 OFF

M-100 Sub 163 
PSDR2-2



8679635 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624970 BREAKER 
BPN 1 
ELIZABETH
TOWN 
23KV CB, 
23.0 KV

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 151 0

8680744 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626079 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 152 0

8680879 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 8 
CYCLES

CIRCUIT 
BREAKER

15626214 BREAKER 
BPN 2 
DUBLIN 
23KV CB, 
23.0 KV

15540843 STATION 
ELIZABET
HTOWN 
115KV, 
T6330, 
115.000 
KV

42765417 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 149 0

20165670 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
377.0 
AMPS

LTC 15592985 REGULATO
R BANK #1, 
23.0 KV

15540844 STATION 
FAIR 
BLUFF 
115KV, 
T6350, 
115.0 KV

42766458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8656061 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
750.0 KVA

REGULATO
R

15592985 REGULATO
R BANK #1, 
23.0 KV

15540844 STATION 
FAIR 
BLUFF 
115KV, 
T6350, 
115.0 KV

42766458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8673182 36908,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618516 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
2,700.0 
KVAR

15540844 STATION 
FAIR 
BLUFF 
115KV, 
T6350, 
115.0 KV

42766458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 83 OFF

8680627 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625962 BREAKER 
BPN 1 FAIR 
BLUFF 
23KV CB, 
23.0 KV

15540844 STATION 
FAIR 
BLUFF 
115KV, 
T6350, 
115.0 KV

42766458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 152 0

M-100 Sub 163 
PSDR2-2



8683109 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 490 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628444 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540844 STATION 
FAIR 
BLUFF 
115KV, 
T6350, 
115.0 KV

42766458 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 83 0

8678224 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623559 BREAKER 
CB27, 
CASTLE 
HAYNE 
230KV 
LINE, 230.0 
KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 245 0 1508 802 801

8679098 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624433 BREAKER 
CB1, #1-
115KV 
BANK CB, 
115.0 KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 288 0 3203 802 801

8681921 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627256 BREAKER 
CB3, 
CASTLE 
HAYNE 
230KV SUB 
115KV 
LINE, 115.0 
KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 234 1 3213 802 801

8683752 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629087 BREAKER 
CB21, 
JACKSONVI
LLE 230KV 
TIE CB, 
230.0 KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 206 2 1491 802 800

8683753 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629088 BREAKER 
CB23, 
JACKSONVI
LLE 230KV 
LINE, 230.0 
KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 256 0 1466 801 801

8683754 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629089 BREAKER 
CB5, 
JACKSONVI
LLE CITY 
115KV 
LINE, 115.0 
KV

15539973 STATION 
FOLKSTO
NE 
230KV, 
T4201, 
230.0 KV

42766007 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 223 4 2901 3235 3009
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20165741 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
377.0 
AMPS

LTC 15593001 REGULATO
R BANK #1, 
23.0 KV

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

20753336 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628427 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 166 0

20753337 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628012 BREAKER 
BPN 1 
GARLAND 
23KV CB, 
23.000 KV

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 168 1

8656231 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
750.0 KVA

REGULATO
R

15593001 REGULATO
R BANK #1, 
23.0 KV

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

8673183 37493,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618517 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 166 OFF

8683966 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629301 BREAKER 
BPN 2 
WHITE 
LAKE 23KV 
CB, 23.0 
KV

15539951 STATION 
GARLAN
D 230KV, 
T6360, 
230.0 KV

42765969 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 746 0

8681528 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626863 BREAKER 
BPN 2 
EDGECOM
BE 24KV 
CB, 24.0 
KV

15539847 STATION 
HOLLY 
RIDGE 
115KV, 
T4200, 
115.0 KV

42765126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 365 2 235 287 255
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8683163 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15628498 BREAKER 
BPN 1 
HOLLY 
RIDGE 
23KV CB, 
23.0 KV

15539847 STATION 
HOLLY 
RIDGE 
115KV, 
T4200, 
115.0 KV

42765126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 514 1 143 151 124

20726716 BREAKER, 
GAS, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

42474049 BREAKER 
230CB25, 
BNP - 
GRANTS 
CREEK 
NORTH 
TIE, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 143 0

8678042 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623377 BREAKER 
230CB35, 
JACKSONVI
LLE SVC 
PRIMARY, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 302 0

8678221 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623556 BREAKER 
230CB21, 
FOLKSTON
E 230KV 
CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 154 0

8679656 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624991 BREAKER 
115CB2,  
#2 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 524 0

8679825 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625160 BREAKER 
230CB29, 
NEW BERN 
230KV CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 156 0

8679826 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625161 BREAKER 
230CB28,  
WALLACE - 
NEW BERN 
230KV TIE 
CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 175 1
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8679959 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625294 BREAKER 
115CB5,  
JACKSONVI
LLE 115KV 
CITY WEST 
115KV CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 525 0

8680685 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626020 BREAKER 
115CB7, 
EAST AND 
WEST 
115KV BUS 
TIE CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 218 0

8681012 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626347 BREAKER 
230CB22, 
FOLKSTON
E-GRANTS 
CREEK 
SOUTH TIE 
CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 168 0

8681145 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626480 BREAKER 
230CB32 
#1 230KV 
CAPACITO
R BANK 
CB, 230.0 
KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 595 0

8682068 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623463 BREAKER 
230CB33, 
JACKSONVI
LLE SVC 
WEST BUS 
(BACKUP 
CB), 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 148 0

8682069 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625233 BREAKER 
230CB27, 
WALLACE 
230KV CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 147 1

8682070 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629859 BREAKER 
230CB26, 
GRANTS 
CREEK 
NORTH CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 190 0
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8682977 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625040 BREAKER 
230CB23, 
GRANTS 
CREEK 
SOUTH CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 154 0

8683551 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628886 BREAKER 
115CB4, 
WOMMAC
K 115KV 
CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 620 0

8683795 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629130 BREAKER 
115CB6, 
JACKSONVI
LLE CITY 
EAST 
115KV CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 108 0

8684436 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629771 BREAKER 
115CB1, #1 
230/115KV 
BANK 
115KV CB, 
115.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 608 0

8684626 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629961 BREAKER 
230CB24, 
BNP WEST 
BUS 230KV 
CB, 
230.000 KV

15541091 STATION 
JACKSON
VILLE 
230KV, 
T4212, 
230.0 KV

42765843 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 190 0

8680205 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625540 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 25.0 
KV

15540738 STATION 
JACKSON
VILLE 
BLUE 
CREEK 
115KV, 
T6742, 
115.000 
KV

42761791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 147

8681198 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626533 BREAKER 
24CB12 
TAR 
LANDING 
24KV CB, 
25.0 KV

15540738 STATION 
JACKSON
VILLE 
BLUE 
CREEK 
115KV, 
T6742, 
115.000 
KV

42761791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 184
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8682983 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628318 BREAKER 
24CB11 
OLD 
BRIDGE 
STREET 
24KV CB, 
25.0 KV

15540738 STATION 
JACKSON
VILLE 
BLUE 
CREEK 
115KV, 
T6742, 
115.000 
KV

42761791 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 169

20391119 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626110 BREAKER 
JACKSONVI
LLE 230KV 
WEST 
115KV CB, 
115.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 160 0

20391121 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629863 BREAKER 
JACKSONVI
LLE 230KV 
EAST 
115KV CB, 
115.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 181 0

20617043 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624191 BREAKER 
BPN 2 
NEW 
RIVER 
23KV CB, 
23.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 160

20617044 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629738 BREAKER 
BPN 3 
COURT ST 
23KV CB, 
23.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 150

20617045 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628849 BREAKER 
BPN 4 
MAPLE ST 
23KV CB, 
23.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 151
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20617046 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624137 BREAKER 
BPN 5 
HARGETT 
ST 23KV 
CB, 23.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 160

20617047 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629748 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 155

20617048 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627906 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 163

20617049 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629506 BREAKER 
BPN 1 
WEYERHAE
USER 23KV 
CB, 23.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 149

8677612 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622947 BREAKER 
BPN 6 
BELLFORK 
23KV CB, 
23.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 333

8677745 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623080 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2877 2

8678824 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624213 BREAKER 
JONES 
ONSLOW 
EMC 
HARMON 
115KV CB, 
115.0 KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 302 0

M-100 Sub 163 
PSDR2-2



8679712 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625107 BREAKER 
FOLKSTON
E 115KV 
CB, 115.0 
KV

15540262 STATION 
JACKSON
VILLE 
CITY 
115KV, 
T4210, 
115.000 
KV

42765745 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 295 0

8678911 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624246 BREAKER 
BPN 5 
HENDERSO
N DRIVE 
EXTENSIO
N 23KV CB, 
23.0 KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 775 0

8679443 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624778 BREAKER 
BPN 4 
NORTHWO
ODS 23KV 
CB, 23.0 
KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1046 0

8679667 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15625002 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 20

8681312 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626647 BREAKER 
BPN 3 
ONSLOW 
23KV CB, 
23.0 KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 159 0

8681537 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626872 BREAKER 
BPN 6 
FOREST 
HILLS 23KV 
CB, 23.0 
KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 386

M-100 Sub 163 
PSDR2-2



8682250 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627585 BREAKER 
BPN 1 
CARDINAL 
VILLAGE 
23KV CB, 
23.0 KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 147 0

8682744 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628079 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 182 0

8684075 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629410 BREAKER 
BPN 2 
HIGHWAY 
17 NORTH 
23KV CB, 
23.0 KV

15540217 STATION 
JACKSON
VILLE 
NORTH
WOODS 
115KV, 
T4273, 
115.000 
KV

42765197 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 153 0

20855939 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629564 BREAKER 
BPN 1 
TARAWA 
TERRACE 
23KV CB, 
23.0 KV

15540791 STATION 
JACKSON
VILLE 
TARAWA 
230KV, 
T4216, 
230.0 KV

42765515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 161

8681763 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627098 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540791 STATION 
JACKSON
VILLE 
TARAWA 
230KV, 
T4216, 
230.0 KV

42765515 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 719 0

8673099 324089,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618433 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540024 STATION 
JONES 
ONSLOW 
EMC 
MORRIS 
LANDIN
G 115KV 
POD, 
T4202, 
115.000 
KV

42765429 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1515 OFF

M-100 Sub 163 
PSDR2-2



8679089 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624424 BREAKER # 
1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV, 
CB4225

15540024 STATION 
JONES 
ONSLOW 
EMC 
MORRIS 
LANDIN
G 115KV 
POD, 
T4202, 
115.000 
KV

42765429 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1515 0 99 99 102

20789569 LTC TYPE 
RESISTIVE-
REACTIVE, 
E

LTC 15592785 REGULATO
R BANK #1, 
23.0 KV

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 NA NA

8656385 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592785 REGULATO
R BANK #1, 
23.0 KV

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 NA NA

8673184 36381,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618518 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
4,200.0 
KVAR

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 1128 OFF

8678830 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624165 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 1128 0

8679570 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624905 BREAKER 
BPN 1 
BOLTON 
23KV CB, 
23.0 KV

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 19 0

M-100 Sub 163 
PSDR2-2



8682665 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628000 BREAKER 
BPN 2 
HALLSBOR
O 23KV CB, 
23.0 KV

15540216 STATION 
LAKE 
WACCA
MAW 
115KV, 
T4233, 
115.0 KV

42766284 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 779 0

20165956 LTC TYPE 
VACUUM, 
23.000 KV, 
LTC +/-5%, 
502.0 
AMPS

LTC 15592641 REGULATO
R BANK #1, 
23.0 KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R14

8657312 RG0599, 
REGULATO
R 3PH, 
23.000 KV, 
1,000.0 
KVA, 
1,250.0 
KVA

REGULATO
R

15592641 REGULATO
R BANK #1, 
23.0 KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 R02 R14

8673185 36236,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618519 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1361 OFF

8679111 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624446 BREAKER 
BPN 2 OLD 
FAYETTEVI
LLE ROAD 
23KV CB, 
24.0 KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 293 0

8679449 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624784 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1361 0 0 0 0

8680925 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626260 BREAKER 
BPN 1 
LELAND 
23KV CB, 
23.0 KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 150 0

M-100 Sub 163 
PSDR2-2



8683307 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628642 BREAKER 
BPN 3 
NAVASSA 
23KVCB, 
23.0 KV

15540085 STATION 
LELAND 
115KV, 
T6445, 
115.0 KV

42766346 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1465 0 0 0 0

8656308 24RG21 
LANVALE, 
B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592795 REGULATO
R 24RG21, 
14.4 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

8657030 24RG22 
MACO, C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592535 REGULATO
R 24RG22, 
14.4 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

8657033 24RG22, 
MACO, A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592535 REGULATO
R 24RG22, 
14.4 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

8657224 24RG22 
MACO, B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592535 REGULATO
R 24RG22, 
14.4 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 NA NA

8673188 37061,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618522 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 393 OFF

8677504 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622839 BREAKER 
BPN 1 
LELAND 
INDUSTRIA
L 23KV CB, 
23.0 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 262 0

M-100 Sub 163 
PSDR2-2



8683217 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628552 BREAKER 
BPN 21 
LANVALE 
24KV CB, 
24.0 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 103 0

8683218 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628553 BREAKER 
BPN 22 
MACO 
24KV CB, 
24.0 KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 404 1

8683998 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629333 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541061 STATION 
LELAND 
INDUSTR
IAL 
115KV, 
T6446, 
115.0 KV

42765824 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 393 0

20659091 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625858 BREAKER 
BPN 3 
HEWLETTS 
CREEK 
23KV CB, 
23.0 KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 146

8677823 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623158 BREAKER 
BPN 21 
BEASLEY 
ROAD 
23KV CB, 
23.0 KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 679

8677905 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15623240 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 867

8679306 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624641 BREAKER 
BPN 22 
LONG LEAF 
23KV 
FEEDER 
CB, 23.0 
KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 672

M-100 Sub 163 
PSDR2-2



8679423 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624758 BREAKER 
BPN 4 
DOGWOO
D 23KV CB, 
23.0 KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2636 0

8681500 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626835 BREAKER 
BPN 5 
OLEANDER 
23KV CB, 
23.0 KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1767 0

8682407 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627742 BREAKER 
BPN 1 
MASONBO
RO LOOP 
RD 23KV 
FEEDER 
CB, 23.0 
KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 84 0

8683166 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628501 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 5022 0

8684000 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629335 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539727 STATION 
MASONB
ORO 
230KV, 
T6455, 
230.0 KV

42765653 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 570

8678606 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623941 BREAKER 
24CB19 
TRANSFER 
24KV VCB, 
24.0 KV

15539910 STATION 
MURRAY
SVILLE 
230KV, 
T6471, 
230.0 KV

42766225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 126

8679507 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624842 BREAKER 
24CB13 
BARVARIN 
LANE 24KV 
VCB, 24.0 
KV

15539910 STATION 
MURRAY
SVILLE 
230KV, 
T6471, 
230.0 KV

42766225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 322

M-100 Sub 163 
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8681434 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626769 BREAKER 
24CB11 
PARKWOO
D 24KV 
VCB, 24.0 
KV

15539910 STATION 
MURRAY
SVILLE 
230KV, 
T6471, 
230.0 KV

42766225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 341

8681435 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626770 BREAKER 
24CB12 
KINGS 
GRANT 
24KV VCB, 
24.0 KV

15539910 STATION 
MURRAY
SVILLE 
230KV, 
T6471, 
230.0 KV

42766225 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 427

8680945 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626280 BREAKER 
#1 230KV 
POD 
(EMC), 
230.0 KV

15541096 STATION 
PROSPEC
T 230KV 
SWITCHI
NG 
STATION
, T6476, 
230.0 KV

42766084 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 617 0

8673192 38968,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618526 CAPACITO
R BANK #1 
BANK 
13.8KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 49 ON

8673193 38966,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618527 CAPACITO
R BANK #2 
BANK 
13.8KV 
CAPACITO
R BANK, 
12.0 KV, 
2,700.0 
KVAR

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172 ON

M-100 Sub 163 
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8678520 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623855 BREAKER 
BPN 5  
INTERNATI
ONAL 
PAPER 
13.8KV CB 
BANK #2, 
13.0 KV

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 200 0

8680225 BREAKER, 
VAC, ABC 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625560 BREAKER 
#1 BANK 
13.8KV 
CAPACITO
R BANK 
CB, 15.5 
KV

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 49 0

8681395 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626730 BREAKER 
BPN 2 
WASTE 
LAGOONS 
13.8KV CB, 
24.0 KV

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 291 0

8683934 BREAKER, 
VAC, ABC 
PH, 15.5 
KV, 15.5 
KV, 1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629269 BREAKER 
#2 BANK 
13.8KV 
CAPACITO
R BANK 
CB, 15.5 
KV

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172 0

M-100 Sub 163 
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8684057 BREAKER, 
VAC, ABC 
PH, 13 KV, 
28 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629392 BREAKER 
BPN 1 
INTERNATI
ONAL 
PAPER 
13.8KV CB 
BANK #1, 
13.0 KV

15541062 STATION 
RIEGELW
OOD 
INTERNA
TIONAL 
PAPERB
OARD 
115KV, 
T6500, 
115.000 
KV

42765273 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213 0

20511897 REGULATO
R 1PH, 
PHASE A, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592856 REGULATO
R BANK 
24RG12 
ROCKY 
POINT 
24KV, 
UNITS - 3, 
24.000 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L06 R07

20511898 REGULATO
R 1PH, 
PHASE B, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592856 REGULATO
R BANK 
24RG12 
ROCKY 
POINT 
24KV, 
UNITS - 3, 
24.000 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L07 R07

20511900 REGULATO
R 1PH, 
PHASE C, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592856 REGULATO
R BANK 
24RG12 
ROCKY 
POINT 
24KV, 
UNITS - 3, 
24.000 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L07 R07

8656285 24RG19 
TRANSFER 
BUS A-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592858 REGULATO
R 24RG19, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 Neutral Neutral

8656435 24RG13 
ATKINSON 
C-PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592857 REGULATO
R 24RG13, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L06 R09

M-100 Sub 163 
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8656850 24RG19 
TRANSFER 
BUS B-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592858 REGULATO
R 24RG19, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 Neutral Neutral

8656984 24RG19 
TRANSFER 
BUS C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592858 REGULATO
R 24RG19, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 Neutral Neutral

8656992 24RG13 
ATKINSON 
B-PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592857 REGULATO
R 24RG13, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L08 R08

8657333 24RG13 
ATKINSON 
A-PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592857 REGULATO
R 24RG13, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 L08 R08

8679470 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624805 BREAKER 
24CB13 
ATKINSON 
24KV CB, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 384 0 379 434 485

8680405 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625740 BREAKER 
24CB12 
ROCKY 
POINT 
24KV CB, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 489 0 415 434 607

8681405 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626740 BREAKER 
24CB19 
TRANSFER 
BUS CB, 
24.0 KV

15540478 STATION 
ROCKY 
POINT 
230KV, 
T6385, 
230.0 KV

42765299 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 361 0 155 187 196

M-100 Sub 163 
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20317362 RG1848, 
REGULATO
R 3PH, 
PHASE 
Unknown, 
24.000 KV, 
1,000.0 
KVA, 
1,400.0 
KVA

REGULATO
R

15592860 REGULATO
R BANK #1, 
23.0 KV

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L14 R13

20317364 LTC TYPE 
REACTIVE-
VACUUM, 
23.000 KV, 
E

LTC 15592860 REGULATO
R BANK #1, 
23.0 KV

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 L14 R13

8673194 36372,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618528 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1644 OFF

8677887 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623222 BREAKER 
BPN 3 
CHARITY 
23KV CB, 
23.0 KV

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1715 0

8680935 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626270 BREAKER 
BPN 2 
MAGNOLI
A 23KV CB, 
23.0 KV

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1016 0

8683935 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629270 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540219 STATION 
ROSE 
HILL 
230KV, 
T4285, 
230.0 KV

42766108 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 1644 0

8682020 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627355 BREAKER 
CB1, 
230KV CB, 
230.0 KV

15540367 STATION 
ROWAN 
CREEK 
SOLAR  
230KV 
SW STA, 
T6364, 
230.0 KV

42765631 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 162 0

M-100 Sub 163 
PSDR2-2



8656020 24RG21 
FUTCH 
CREEK A-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592872 REGULATO
R 24RG21, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L05 R01

8656021 24RG21 
FUTCH 
CREEK B-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592872 REGULATO
R 24RG21, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R03

8656022 24RG21 
FUTCH 
CREEK C-
PH, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592872 REGULATO
R 24RG21, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R02

8656046 24RG22 
SCOTTS 
HILL LOOP 
ROAD C-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592873 REGULATO
R 24RG22, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R04

8656078 24RG13 
WASHINGT
ON ACRES 
B-PHASE, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592477 REGULATO
R 24RG13, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L08 R03

8656104 24RG12 
KIRKLAND 
24KV,  A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592557 REGULATO
R 24RG12, 
14.4 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R02

8656264 24RG22 
SCOTTS 
HILL LOOP 
ROAD A-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592873 REGULATO
R 24RG22, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L08 R03

M-100 Sub 163 
PSDR2-2



8656441 24RG13 
WASHINGT
ON ACRES 
C-PHASE, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592477 REGULATO
R 24RG13, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 Neutral R03

8656866 24RG22 
SCOTTS 
HILL LOOP 
ROAD B-
PHASE, 
REGULATO
R 1PH, 
24.000 KV

REGULATO
R

15592873 REGULATO
R 24RG22, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R03

8657050 24RG12 
KIRKLAND 
24KV, B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592557 REGULATO
R 24RG12, 
14.4 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R04

8657051 24RG12 
KIRKLAND 
24KV, C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592557 REGULATO
R 24RG12, 
14.4 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R03

8657334 24RG13 
WASHINGT
ON ACRES 
A-PHASE, 
REGULATO
R 1PH, 
24.000 KV, 
432.0 KVA

REGULATO
R

15592477 REGULATO
R 24RG13, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R01

8678542 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623877 BREAKER 
24CB21, 
FUTCH 
CREEK 
24KV CB, 
24.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 556 0 541 473 417

8681351 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626686 BREAKER 
24CB13 
WASHINGT
ON ACRES 
24KV CB, 
23.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 477 0 521 431 516

M-100 Sub 163 
PSDR2-2



8681986 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627321 BREAKER 
24CB29, 
24KV 
TRANSFER 
BREAKER, 
25.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 164 0 199 183 205

8682871 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628206 BREAKER 
24CB12 
KIRKLAND  
24KV CB, 
25.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 213 0 457 286 356

8684044 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629379 BREAKER 
24CB22, 
SCOTTS 
HILL LOOP 
ROAD 
24KV CB, 
23.0 KV

15540846 STATION 
SCOTTS 
HILL 
230KV, 
T6387, 
230.0 KV

42766033 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 504 0 422 488 415

8677716 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623051 BREAKER 
BPN 2 
BOILING 
SPRINGS 
23KV CB, 
23.0 KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 150 0

8680468 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625803 BREAKER 
BPN 5 
SOUTHPOR
T 23KV CB, 
23.0 KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 821 0

8681470 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626805 BREAKER 
BPN 4 
HWY 133 
23KV CB, 
23.0 KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 321

8681645 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626980 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1066 0

M-100 Sub 163 
PSDR2-2



8681839 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627174 BREAKER 
BPN 3 
BRUNSWIC
K S. E. 
PLANT 
23KV CB, 
23.0 KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 243

8683233 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628568 BREAKER 
BPN 1 
BALD 
HEAD 
23KV CB, 
23.0 KV

15540666 STATION 
SOUTHP
ORT 
230KV, 
T6561, 
230.0 KV

42765375 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 733 0

8677634 BREAKER, 
VAC, ABC 
PH, 12 KV, 
38 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622969 BREAKER 
BPN 1 
BANK B 
12KV CB, 
12.0 KV

15541031 STATION 
SOUTHP
ORT 
ADM 
230KV, 
T4274, 
230.000 
KV

42765569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 004

8679438 BREAKER, 
VAC, ABC 
PH, 12 KV, 
38 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624773 BREAKER 
BPN 2 
BANK C 
12KV CB, 
12.0 KV

15541031 STATION 
SOUTHP
ORT 
ADM 
230KV, 
T4274, 
230.000 
KV

42765569 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 987

8678001 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 145.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623336 BREAKER 
SOUTHPOR
T 
COGENTRI
X #1 XFMR 
BANK 
230KV CB, 
230.0 KV

15540893 STATION 
SOUTHP
ORT 
COGENT
RIX 
230KV 
SWITCHI
NG 
STATION
, T6550, 
230.000 
KV

42766051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 283 0

8684452 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629787 BREAKER 
SOUTHPOR
T 
COGENTRI
X #2 XFMR 
BANK 
230KV CB, 
230.0 KV

15540893 STATION 
SOUTHP
ORT 
COGENT
RIX 
230KV 
SWITCHI
NG 
STATION
, T6550, 
230.000 
KV

42766051 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 215 0

M-100 Sub 163 
PSDR2-2



8673199 300453,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618533 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 ON

8673200 38321,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618534 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 210 ON

8673201 39860,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618535 CAPACITO
R BANK #3 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 132 ON

8678982 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624317 BREAKER 
13.8KV 
START-UP 
CB, 12.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 156 0

M-100 Sub 163 
PSDR2-2



8679093 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624428 BREAKER 
SUTTON 
CC 115KV 
LINE, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 102 0

8679112 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624447 BREAKER 
CB21, UNIT 
#3, BUS #1- 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 187 0

8680036 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625371 BREAKER 
CB23, 
SUTTON 
CC PLANT 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 217 0

8680149 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625484 BREAKER 
CB5, 
CASTLE 
HAYNE 
SOUTH 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 161 0

M-100 Sub 163 
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8680150 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625485 BREAKER 
CB14, 
WILMINGT
ON GNF 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 155 0

8680221 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625556 BREAKER 
CB52-
SFS04 
UNIT NO. 4 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 156 0

8680763 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626098 BREAKER 
CB10 ICTG 
#2A & #2B 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 0 0

8681033 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626368 BREAKER 
CB52-
SS01A, 
CIRCUIT 
BREAKER 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 197 0

M-100 Sub 163 
PSDR2-2



8681034 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626369 BREAKER 
CB52-
CTO1A, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 364 0

8681046 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626381 BREAKER 
CB52-
SS01B, 
CIRCUIT 
BREAKER 
230KV, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 190 0

8681152 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626487 BREAKER 
CB7, 
CASTLE 
HAYNE 
NORTH, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 210 0

8681938 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627273 BREAKER 
CB26, 
DELCO 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 125 0

M-100 Sub 163 
PSDR2-2



8682092 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627427 BREAKER 
115CB2 
FAST 
START, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 170 0

8682805 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628140 BREAKER 
DELCO 
115KV 
SOUTH 
LINE, #3 
GCB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 233 0

8682818 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628153 BREAKER 
CB30, 
WALLACE 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 139 0

8682819 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628154 BREAKER 
CB31, 
WALLACE 
BUS #2 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 131 0

M-100 Sub 163 
PSDR2-2



8682832 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628167 BREAKER 
CB52-
CTO1B, 
230KV CB, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 353 0

8682926 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628261 BREAKER 
CB15, 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 210 0

8683565 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628900 BREAKER 
CASTLE 
HAYNE 
NORTH 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 210 0

8683771 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629106 BREAKER 
CB29, 
CASTLE 
HAYNE 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 140 0

M-100 Sub 163 
PSDR2-2



8683780 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629115 BREAKER 
CB52-ST1, 
230KV CB, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 323 0

8684386 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 125 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629721 BREAKER 
#3 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 132 0

8684641 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629976 BREAKER 
CB28, 
CASTLE 
HAYNE 
BUS #1 - 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 158 0

8684642 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629977 BREAKER 
CB25 BUS 
# 1- DELCO 
230KV TIE 
CB, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 154 0

M-100 Sub 163 
PSDR2-2



8684750 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630085 BREAKER 
115CB12 
DELCO 
NORTH 
115KV LINE 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 180 0

8684806 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630141 BREAKER 
CB52-
SFS05 
UNIT NO. 5 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

42761769 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/4/2021 220 0

8673199 300453,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618533 CAPACITO
R BANK #2 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 54 OFF

8673200 38321,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618534 CAPACITO
R BANK #1 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
33,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 210 OFF

M-100 Sub 163 
PSDR2-2



8673201 39860,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618535 CAPACITO
R BANK #3 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 132 OFF

8678982 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624317 BREAKER 
13.8KV 
START-UP 
CB, 12.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 0 0 0 0 0

8679093 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624428 BREAKER 
SUTTON 
CC 115KV 
LINE, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 102 0

8679112 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624447 BREAKER 
CB21, UNIT 
#3, BUS #1- 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 187 0 962 961 959

M-100 Sub 163 
PSDR2-2



8680036 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625371 BREAKER 
CB23, 
SUTTON 
CC PLANT 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 217 0 9331

8680149 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625484 BREAKER 
CB5, 
CASTLE 
HAYNE 
SOUTH 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 161 0 1467 1158 1158

8680150 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625485 BREAKER 
CB14, 
WILMINGT
ON GNF 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 155 0 2292 801 809

8680221 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625556 BREAKER 
CB52-
SFS04 
UNIT NO. 4 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 220 0 1478 799 798

M-100 Sub 163 
PSDR2-2



8680763 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626098 BREAKER 
CB10 ICTG 
#2A & #2B 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 0 0 0 0 0

8681033 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626368 BREAKER 
CB52-
SS01A, 
CIRCUIT 
BREAKER 
115KV, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 197 0 180 180 179

8681034 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626369 BREAKER 
CB52-
CTO1A, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 365 1 2714 2179 365

8681046 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626381 BREAKER 
CB52-
SS01B, 
CIRCUIT 
BREAKER 
230KV, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 190 0 65 52 52
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8681152 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626487 BREAKER 
CB7, 
CASTLE 
HAYNE 
NORTH, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 210 0 1492 1875 892

8681938 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627273 BREAKER 
CB26, 
DELCO 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 125 0 999 999 1196

8682092 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627427 BREAKER 
115CB2 
FAST 
START, 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 170 0

8682805 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628140 BREAKER 
DELCO 
115KV 
SOUTH 
LINE, #3 
GCB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 233 0 1475 1147 1147
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8682818 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628153 BREAKER 
CB30, 
WALLACE 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 139 0 1161 799 1195

8682819 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628154 BREAKER 
CB31, 
WALLACE 
BUS #2 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 131 0 1161 799 1196

8682832 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628167 BREAKER 
CB52-
CTO1B, 
230KV CB, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 353 0 999 1000 999

8682926 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628261 BREAKER 
CB15, 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 210 0
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8683565 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628900 BREAKER 
CASTLE 
HAYNE 
NORTH 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 0 0 0 0 0

8683771 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629106 BREAKER 
CB29, 
CASTLE 
HAYNE 
230KV 
LINE, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 149 0 732 699 661

8683780 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629115 BREAKER 
CB52-ST1, 
230KV CB, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 323 0 1200 1200 1199

8684386 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 125 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629721 BREAKER 
#3 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 132 0
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8684641 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629976 BREAKER 
CB28, 
CASTLE 
HAYNE 
BUS #1 - 
230KV TIE, 
230.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 158 0 606 626 620

8684642 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629977 BREAKER 
CB25 BUS 
# 1- DELCO 
230KV TIE 
CB, 230.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 154 0 1195 799 3999

8684750 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630085 BREAKER 
115CB12 
DELCO 
NORTH 
115KV LINE 
CB, 115.0 
KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 180 0 1391 1201 1201

8684806 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 2,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15630141 BREAKER 
CB52-
SFS05 
UNIT NO. 5 
115KV CB, 
115.0 KV

15540894 STATION 
SUTTON 
S. E. 
PLANT, 
T6610, 
230.0 KV

43130799 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES20 NC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 156 0 1463 799 799

20165759 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
377.0 
AMPS

LTC 15592900 REGULATO
R BANK #1, 
23.0 KV

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA
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8656283 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
750.0 KVA

REGULATO
R

15592900 REGULATO
R BANK #1, 
23.0 KV

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8673202 37353,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618536 CAPACITO
R BANK 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 2055 OFF

8678572 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623907 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 2055 0

8680949 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626284 BREAKER 
BPN 2 701 
NORTH 
23KV CB, 
23.0 KV

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 147 0

8684076 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629411 BREAKER 
BPN 1 
TABOR 
CITY 23KV 
CB, 23.0 
KV

15540667 STATION 
TABOR 
CITY 
115KV, 
T6630, 
115.0 KV

42765773 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 867 3

8673203 37350,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618537 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1781 OFF

8679024 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624359 BREAKER 
BPN 1 
HAMPSTEA
D 23KV CB, 
23.0 KV

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 872 0 590 501 609
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8682118 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627453 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1781 0 158 152 140

8683976 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629311 BREAKER 
BPN 2 
OLDE 
POINT 
23KV CB, 
23.0 KV

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 438 0 536 508 518

8684082 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629417 BREAKER 
BPN 3 
BELVEDERE 
23KV CB, 
23.0 KV

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 619 0 587 549 555

8768131 LTC TYPE 
VACUUM, 
230.000 
KV, LTC +/-
10%, 
1,500.0 
AMPS

LTC 15591027 TRANSFOR
MER BANK 
#1, 230.0 
KV

15540847 STATION 
TOPSAIL 
230KV, 
T6389, 
230.000 
KV

42765961 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L11 R06

8683765 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629100 BREAKER 
BRUNSWIC
K PLANT 
WEST 
230KV 
LINE, 230.0 
KV

15541123 STATION 
TOWN 
CREEK 
230KV 
TRANSITI
ON 
STATION
, T6371, 
230.000 
KV

42765918 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 235 0

8656098 24RG19 
TRANSFER 
BUS C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592909 REGULATO
R 24RG19, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 Neutral Neutral
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8656320 24RG11 
SLOOP 
POINT 
ROAD C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592908 REGULATO
R 24RG11, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R04

8656321 24RG19 
TRANSFER 
BUS B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592909 REGULATO
R 24RG19, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 Neutral Neutral

8656517 24RG12 
TOPSAIL 
GREENS B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592565 REGULATO
R 24RG12, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R03

8656698 24RG11 
SLOOP 
POINT 
ROAD B-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592908 REGULATO
R 24RG11, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R04

8656881 24RG12 
TOPSAIL 
GREENS A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592565 REGULATO
R 24RG12, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R04
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8656882 24RG19 
TRANSFER 
BUS A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592909 REGULATO
R 24RG19, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 Neutral Neutral

8657380 24RG11 
SLOOP 
POINT 
ROAD A-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 667.0 
KV, 463.0 
KVA, 667.0 
KVA

REGULATO
R

15592908 REGULATO
R 24RG11, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L04 R04

8657405 24RG12 
TOPSAIL 
GREENS C-
PHASE,REG
ULATOR 
1PH, 14.4 
KV, 432.0 
KVA

REGULATO
R

15592565 REGULATO
R 24RG12, 
14.4 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 L03 R04

8679165 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624500 BREAKER 
AT VISTA 
115KV 
SUBSTATIO
N, 25.0 KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 147 0 240 240 239

8684695 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630030 BREAKER 
24CB11 
SLOOP 
POINT 
ROAD 
24KV 
FEEDER 
CB, 25.0 
KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 161 0 338 272 246

8684696 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630031 BREAKER 
24CB12 
TOPSAIL 
GREENS 
24KV 
FEEDER 
CB, 25.0 
KV

15539976 STATION 
VISTA 
115KV, 
T6386, 
115.0 KV

42765635 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 208 0 468 401 424
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20165972 LTC TYPE 
VACUUM, 
23.000 KV, 
LTC +/-5%, 
1,405.0 
AMPS

LTC 15592652 REGULATO
R BANK #1, 
23.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 L16 R10

8657330 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 
2,500.0 
KVA

REGULATO
R

15592652 REGULATO
R BANK #1, 
23.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 L16 R10

8673204 39855,CAP
ACITOR 
BANK 69.0 
KV

CAPACITO
R

15618538 CAPACITO
R BANK 
69KV 
CAPACITO
R BANK 
(NON 
PCB), 69.0 
KV, 
18,900.0 
KVAR

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 230 OFF

8673205 37791,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618539 CAPACITO
R BANK #2 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 139 OFF

8673206 36909,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618540 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 139 OFF

8677825 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623160 BREAKER 
BPN 4 
TEACHEY 
23KV CB, 
23.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 145 0
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8678712 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624047 BREAKER 
BPN 2 
CARR ST. 
23KV CB, 
23.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 137 0

8679353 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624688 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 139 0 0 0 0

8679773 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625108 BREAKER 
115/66KV 
BANK 
115KV CB, 
115.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 369 0

8680924 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626259 BREAKER 
BPN 3 
WALLACE 
23KV CB, 
23.0 KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 168 0

8683074 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628409 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 139 0 0 0 0

8683455 BREAKER, 
OIL, ABC 
PH, 69 KV, 
72.5 KV, 
2000 
AMPS, 350 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628790 BREAKER 
69KV 
CAPACITO
R BANK 
CB, 69.0 
KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 230 0

8684245 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629580 BREAKER 
BPN 1 
CUMBERLA
ND 23KV 
CB, 23.0 
KV

15541032 STATION 
WALLAC
E 115KV, 
T4410, 
115.000 
KV

42766319 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 144 0
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20304160 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623236 BREAKER 
LEE 115KV, 
CB6, 
115.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 96 0

20304161 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625248 BREAKER 
115KV 
CAPACITO
R BANK, 
CB3, 
115.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 562 0

8673207 300451,CA
PACITOR 
BANK 
115.0 KV

CAPACITO
R

15618541 CAPACITO
R BANK 
115KV 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 96 ON

8680192 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627089 BREAKER 
NORTH/SO
UTH BUS 
TIE 230KV, 
CB21, 
230.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 153 0

8680193 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625264 BREAKER 
CLINTON 
230KV, 
CB24, 
230.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 150 2

8681189 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629003 BREAKER 
BRUNSWIC
K 230KV, 
CB29, 
230.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 117 0

8682063 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628836 BREAKER 
JACKSONVI
LLE 230KV, 
CB32, 
230.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 145 1
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8682064 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624208 BREAKER 
230/115KV 
BANK 
115KV, 
CB1, 
115.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 109 0

8682887 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628762 BREAKER 
CASTLE 
HAYNE 
115KV, 
CB5, 
115.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 128 0

8682888 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627812 BREAKER 
WALLACE 
115KV, 
CB7, 
115.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 96 0

8682967 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627202 BREAKER 
SUTTON 
230KV, CB 
30, 
230.000 KV

15540511 STATION 
WALLAC
E 230KV, 
T4412, 
230.0 KV

42765425 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 133 2

20711908 REGULATO
R 3PH, 
23.000 KV, 
2,000.0 KV, 
2,000.0 
KVA, 
2,000.0 
KVA

REGULATO
R

15592920 REGULATO
R BANK #1, 
23.0 KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 NA NA

8673208 38320,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618542 CAPACITO
R BANK #2 
115KV, 
33MVAR 
CAPACITO
R BANK, 
115.0 KV, 
18,000.0 
KVAR

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 OFF
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8673209 38319,CAP
ACITOR 
BANK 
115.0 KV

CAPACITO
R

15618543 CAPACITO
R BANK #1 
115KV, 
33MVAR 
CAPACITO
R BANK, 
115.0 KV, 
30,000.0 
KVAR

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 483 OFF

8678284 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623619 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 124 0

8679372 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624707 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 0 0

8679608 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624943 BREAKER 
BPN 1 
TRAM 
ROAD 
23KV CB, 
23.0 KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 160 0

8680582 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625917 BREAKER 
BPN 2 
POWELL 
BOULEVAR
D 23KV CB, 
23.0 KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 177 3

8683371 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628706 BREAKER 
BPN 4 
BRUNSWIC
K 23KV CB, 
23.0 KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 149 0

8683813 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629148 BREAKER 
BPN 3 
FRANKLIN 
STREET 
23KV CB, 
25.0 KV

15540003 STATION 
WHITEVI
LLE 
115KV, 
T6670, 
115.000 
KV

42765605 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/3/2021 146 0
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8678132 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623467 BREAKER 
BRUNSWIC
K PLANT 
230KV CB, 
230.0 KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 561 1

8678133 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623468 BREAKER 
CUMBERLA
ND 230KV 
CB, 230.0 
KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 308 0

8678808 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624143 BREAKER 
DELCO 
230KV SUB 
115KV CB, 
115.0 KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 55 0

8678893 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624228 BREAKER 
MARION 
230KV CB, 
230.0 KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 219 0

8679040 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624375 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 664 0

8679731 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625066 BREAKER 
MARION 
115KV CB, 
115.0 KV

15539710 STATION 
WHITEVI
LLE 
230KV, 
T6669, 
230.000 
KV

42766055 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 83 0
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8673216 36914,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618550 CAPACITO
R BANK 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
3,600.0 
KVAR

15539907 STATION 
WHITEVI
LLE 
GEORGI
A 
PACIFIC 
115KV, 
T6370, 
115.0 KV

42765997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 0 OFF

8683080 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.5 
KV, 600.0 
AMPS, 8.0 
KA

CIRCUIT 
BREAKER

15628415 BREAKER 
#1 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15539907 STATION 
WHITEVI
LLE 
GEORGI
A 
PACIFIC 
115KV, 
T6370, 
115.0 KV

42765997 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021

8656450 24RG12 
SOUTHEAS
T PARK C-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592921 REGULATO
R 24RG12, 
24.0 KV

15540673 STATION 
WHITEVI
LLE-
SOUTHE
AST 
REGION
AL PARK 
115KV, 
T6675, 
115.0 KV

42765967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8656635 24RG12 
SOUTHEAS
T PARK A-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592921 REGULATO
R 24RG12, 
24.0 KV

15540673 STATION 
WHITEVI
LLE-
SOUTHE
AST 
REGION
AL PARK 
115KV, 
T6675, 
115.0 KV

42765967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

8657336 24RG12 
SOUTHEAS
T PARK B-
PH,REGUL
ATOR 1PH, 
24.0 KV

REGULATO
R

15592921 REGULATO
R 24RG12, 
24.0 KV

15540673 STATION 
WHITEVI
LLE-
SOUTHE
AST 
REGION
AL PARK 
115KV, 
T6675, 
115.0 KV

42765967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 NA NA

M-100 Sub 163 
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8677515 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622850 BREAKER 
24CB12 
SOUTHEAS
T PARK 
24KV CB, 
24.0 KV

15540673 STATION 
WHITEVI
LLE-
SOUTHE
AST 
REGION
AL PARK 
115KV, 
T6675, 
115.0 KV

42765967 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 329 0

20283167 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41451903 BREAKER 
230CB1, 
WILLARD 
SOLAR 
LINE, 
230.000 KV

40533638 STATION 
WILLARD 
SOLAR 
230KV 
SWITCHI
NG 
STATION
, T6751, 
230.000 
KV

42761690 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 171 2

8677517 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15622852 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.000 
KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2110

8677877 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623212 BREAKER 
#2 24KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 821

8678925 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624260 BREAKER 
BPN 5 
ROSE AVE 
24KV CB, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 918 0
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8680825 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626160 BREAKER 
BPN 4 
COLLEGE 
ROAD 
24KV CB, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 817 0

8682663 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627998 BREAKER 
BPN 1 
PARK 
AVENUE 
24KV CB, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 734 0

8683583 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628918 BREAKER 
BPN 2 
WILSHIRE 
24KV CB, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1007 0

8683915 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629250 BREAKER 
BPN 3, 
UNCW 
24KV CB, 
24.000 KV

15540848 STATION 
WILMIN
GTON 
CEDAR 
AVE 
230KV, 
T6662, 
230.000 
KV

42765103 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 186

8680784 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626119 BREAKER 
CASTLE 
HAYNE 230 
CB, 230.0 
KV

15540842 STATION 
WILMIN
GTON 
CORNIN
G 230KV 
SWITCHI
NG 
STATION
, T6271, 
230.000 
KV

42766522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 229 0

M-100 Sub 163 
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8682608 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627943 BREAKER 
WILMINGT
ON 
CORNING 
NORTH / 
SOUTH 230 
TIE, 230.0 
KV

15540842 STATION 
WILMIN
GTON 
CORNIN
G 230KV 
SWITCHI
NG 
STATION
, T6271, 
230.000 
KV

42766522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 245 0

8684444 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629779 BREAKER 
BRUNSWIC
K UNIT 2 
230KV CB, 
230.0 KV

15540842 STATION 
WILMIN
GTON 
CORNIN
G 230KV 
SWITCHI
NG 
STATION
, T6271, 
230.000 
KV

42766522 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 237 0

8679407 BREAKER, 
VAC, ABC 
PH, 38 KV, 
38 KV, 
4000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624742 BREAKER 
13CB20 
13KV 
MAIN BUS 
# 2 CB, 
38.0 KV

15540663 STATION 
WILMIN
GTON 
CORNIN
G 230KV, 
T6270, 
230.0 KV

42765509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 106

8680354 BREAKER, 
VAC, ABC 
PH, 38 KV, 
38 KV, 
4000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625689 BREAKER 
13CB10 
MAIN BUS 
#1 13KV 
CB, 38.0 
KV

15540663 STATION 
WILMIN
GTON 
CORNIN
G 230KV, 
T6270, 
230.0 KV

42765509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 111

8684079 BREAKER, 
VAC, ABC 
PH, 38 KV, 
38 KV, 
4000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629414 BREAKER 
13CB19 
BANK TIE 
13KV CB, 
38.0 KV

15540663 STATION 
WILMIN
GTON 
CORNIN
G 230KV, 
T6270, 
230.0 KV

42765509 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 111
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8678467 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623802 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 3224

8678850 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624185 BREAKER 
BPN 5 
LULLWATE
R 23KV CB, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 296 0

8679444 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624779 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 3082 0

8680882 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626217 BREAKER 
BPN 6 
NEW 
CENTER 
23KV CB, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 538 1

8681230 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626565 BREAKER 
BPN 3 
KERR AVE. 
23KV CB, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 514

8681587 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626922 BREAKER 
BPN 1 
KENWOOD 
23KV CB, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 679

8681588 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626923 BREAKER 
BPN 4 
SPRING 
VIEW 23KV 
CB, 23.0 
KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 163

M-100 Sub 163 
PSDR2-2



8684582 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629917 BREAKER 
BPN 2 
AIRPORT 
23KV CB, 
23.0 KV

15539725 STATION 
WILMIN
GTON 
EAST 
230KV, 
T6320, 
230.0 KV

42766046 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 649

8673232 36638,CAP
ACITOR 
BANK 4.0 
KV

CAPACITO
R

15618566 CAPACITO
R BANK #2 
4KV 
CAPACITO
R BANK, 
4.0 KV, 
1,800.0 
KVAR

15540294 STATION 
WILMIN
GTON 
ELEMEN
TIS 
115KV, 
T6275, 
115.0 KV

42765464 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 154 OFF

8673233 36639,CAP
ACITOR 
BANK 4.0 
KV

CAPACITO
R

15618567 CAPACITO
R BANK #1 
4KV 
CAPACITO
R BANK, 
4.0 KV, 
1,800.0 
KVAR

15540294 STATION 
WILMIN
GTON 
ELEMEN
TIS 
115KV, 
T6275, 
115.0 KV

42765464 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 159 ON

8683748 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629083 BREAKER 
#1, 4KV 
CAPACITO
R 
BREAKER, 
24.0 KV

15540294 STATION 
WILMIN
GTON 
ELEMEN
TIS 
115KV, 
T6275, 
115.0 KV

42765464 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 159 0 275 280 285

8684619 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629954 BREAKER 
#2, 4KV 
CAPACITO
R 
BREAKER, 
24.0 KV

15540294 STATION 
WILMIN
GTON 
ELEMEN
TIS 
115KV, 
T6275, 
115.0 KV

42765464 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/16/2021 154 0 281 293 307

8673234 301780,CA
PACITOR 
BANK 12.0 
KV

CAPACITO
R

15618568 CAPACITO
R BANK #2 
13.8KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15539726 STATION 
WILMIN
GTON 
GNF 
115KV, 
T6380, 
115.000 
KV

42765979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 OFF

M-100 Sub 163 
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8673235 36525,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618569 CAPACITO
R BANK #1 
13.8KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15539726 STATION 
WILMIN
GTON 
GNF 
115KV, 
T6380, 
115.000 
KV

42765979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 519 ON

8677556 BREAKER, 
OIL, ABC 
PH, 26 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622891 BREAKER 
BPN 1 
GENERATO
R 13.8KV 
CB, 26.0 
KV

15539726 STATION 
WILMIN
GTON 
GNF 
115KV, 
T6380, 
115.000 
KV

42765979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1250 0

8677645 BREAKER, 
OIL, ABC 
PH, 13 KV, 
23 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622980 BREAKER 
#1 13.8KV 
CAPACITO
R BANK 
CB, 13.0 
KV

15539726 STATION 
WILMIN
GTON 
GNF 
115KV, 
T6380, 
115.000 
KV

42765979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 519 0

8683559 BREAKER, 
OIL, ABC 
PH, 13 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628894 BREAKER 
#2 13.8KV 
CAPACITO
R BANK 
CB, 13.0 
KV

15539726 STATION 
WILMIN
GTON 
GNF 
115KV, 
T6380, 
115.000 
KV

42765979 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 271 0

8673240 37356,CAP
ACITOR 
BANK 12.0 
KV

CAPACITO
R

15618574 CAPACITO
R BANK #1 
12KV 
CAPACITO
R BANK, 
12.0 KV, 
5,400.0 
KVAR

15540664 STATION 
WILMIN
GTON 
INVISTA 
230KV, 
T6390, 
230.0 KV

42766422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 0 ON

8679236 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624571 BREAKER 
BPN 2, 
12KV CB, 
25.0 KV

15540664 STATION 
WILMIN
GTON 
INVISTA 
230KV, 
T6390, 
230.0 KV

42766422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 160 1 0 0 0

8680602 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625937 BREAKER 
DULANEY 
12KV CB, 
12.0 KV

15540664 STATION 
WILMIN
GTON 
INVISTA 
230KV, 
T6390, 
230.0 KV

42766422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 167 1 0 0 0
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8683149 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628484 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540664 STATION 
WILMIN
GTON 
INVISTA 
230KV, 
T6390, 
230.0 KV

42766422 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 411 1 0 0 0

20616996 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627707 BREAKER 
BPN 1 
NORTH 
WILMINGT
ON 23KV 
CB, 23.000 
KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 167

20616997 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623071 BREAKER 
BPN 2 
ORANGE 
STREET 
23KV CB, 
23.000 KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 191

20616998 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627953 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 158

20616999 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627199 BREAKER 
BPN 4 
FIFTH 
STREET 
23KV CB, 
23.000 KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 156
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20617000 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625860 BREAKER 
BPN 5 ANN 
STREET 
23KV CB, 
23.000 KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 159

8677592 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15622927 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1008

8678658 BREAKER 
VAC, ABC 
PH, 24.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623993 BREAKER 
BPN 3 
SEVENTEE
NTH 
STREET 
24KV CB, 
24.0 KV

15540295 STATION 
WILMIN
GTON 
NINTH 
AND 
ORANGE 
230KV, 
T6466, 
230.0 KV

42765477 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 463

8677495 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622830 BREAKER 
BPN 7 
GORDON 
ROAD 
23KV CB, 
23.0 KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 567

8677580 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622915 BREAKER 
BPN 8 
TORCHWO
OD 23KV 
CB, 24.0 
KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 190

8679351 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624686 BREAKER 
BPN 3 
BAYSHORE 
23KV CB, 
23.0 KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1250
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8679534 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624869 BREAKER 
ARBORETU
M, 24.000 
KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 138

8679662 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624997 BREAKER 
BPN 5 
MARKET 
STREET 
23KV, 23.0 
KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 134 0

8681219 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626554 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, BANK 
#1, 23.0 KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 3006

8681243 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626578 BREAKER 
BPN 6 
BRITTANY 
WOODS 
23KV CB, 
23.0 KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 309

8681845 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627180 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, BANK 
#2, 23.0 KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1297

8684070 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629405 BREAKER 
BPN 2 
PORTERS 
NECK 23KV 
CB, 23.0 
KV

15540665 STATION 
WILMIN
GTON 
OGDEN 
230KV, 
T6470, 
230.000 
KV

42765742 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 392
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8673257 37492,CAP
ACITOR 
BANK 4.0 
KV

CAPACITO
R

15618591 CAPACITO
R BANK 
4KV 
CAPACITO
R BANK 
(NON 
PCB), 4.0 
KV, 3,600.0 
KVAR

15540980 STATION 
WILMIN
GTON 
PRAXAIR 
230KV, 
T4388, 
230.0 KV

42765735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1256 ON

8681218 BREAKER, 
VAC, ABC 
PH, 4.2 KV, 
4.1 KV, 
1200 
AMPS, 250 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626553 BREAKER 
#1 4KV 
CAPACITO
R BANK 
CB, 4.2 KV

15540980 STATION 
WILMIN
GTON 
PRAXAIR 
230KV, 
T4388, 
230.0 KV

42765735 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/1/2021 1256 0 0 0 0

8680207 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625542 BREAKER 
24CB11 
RIVER 
ROAD 
24KV CB, 
25.0 KV

15539908 STATION 
WILMIN
GTON 
RIVER 
ROAD 
115KV, 
T6382, 
115.0 KV

42765279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 247

8681408 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626743 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539908 STATION 
WILMIN
GTON 
RIVER 
ROAD 
115KV, 
T6382, 
115.0 KV

42765279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 319

8683185 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628520 BREAKER 
24CB12 
VETERANS 
PARK 24KV 
CB, 24.0 
KV

15539908 STATION 
WILMIN
GTON 
RIVER 
ROAD 
115KV, 
T6382, 
115.0 KV

42765279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 448

8684105 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629440 BREAKER 
24CB13 
GOLDEN 
ROAD 
24KV CB, 
24.0 KV

15539908 STATION 
WILMIN
GTON 
RIVER 
ROAD 
115KV, 
T6382, 
115.0 KV

42765279 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/9/2021 526
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8680211 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626586 BREAKER 
24CB23, 
GLENMEA
DE 23KV 
CB, 23.000 
KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 165

8681204 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623955 BREAKER 
24CB21, 
TERMINAL 
23KV CB, 
23.000 KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 178

8681205 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629477 BREAKER 
24CB12, 
SHIPYARD 
23KV CB, 
23.000 KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 175

8681251 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624151 BREAKER 
24CB28, #2 
23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.000 KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 164

8682081 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629476 BREAKER 
24CB11,  
INDEPEND
ENCE 23KV 
CB, 23.000 
KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 162

8682082 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623922 BREAKER 
24CB22, 
ECHO 
FARMS 
23KV CB, 
23.000 KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 172
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8682947 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628861 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 323

8683921 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629256 BREAKER 
24CB19, 
TRANSFER 
BREAKER 
24KV CB, 
25.000 KV

15540222 STATION 
WILMIN
GTON 
SUNSET 
PARK 
115KV, 
T4325, 
115.000 
KV

42765841 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/11/2021 167

8678355 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627135 BREAKER 
BPN 4 
LANSDOW
NE 23KV 
CB, 23.0 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 140

8680172 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629750 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 161

8680185 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623007 BREAKER 
BPN 1 
TANGLEW
OOD 23KV 
CB, 23.000 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 168

8680236 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625571 BREAKER 
BPN 7 
SILVER 
LAKE 23KV 
CB, 23.0 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 514

M-100 Sub 163 
PSDR2-2



8682053 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626674 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 153

8682060 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629853 BREAKER 
BPN 3 
NAVAJO 
23KV CB, 
23.000 KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 154

8683810 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629145 BREAKER 
BPN 2 
MONKEY 
JCT, 23KV 
CB, 25.0 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 226

8683900 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622910 BREAKER 
BPN 5 PINE 
VALLEY 
23KV CB, 
23.0 KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 183

8683946 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629281 BREAKER 
BPN 6 
SANDERS 
ROAD 
23KV CB, 
23.0 KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 456

8683975 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629310 BREAKER 
BPN 8 ST. 
ANDREWS 
DR. 23KV 
CB, 23.0 
KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 492

M-100 Sub 163 
PSDR2-2



8684002 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629337 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540855 STATION 
WILMIN
GTON 
WINTER 
PARK 
230KV, 
T6720, 
230.0 KV

42765794 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 579

20879979 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629373 BREAKER 
BPN 3 
WRIGHTSV
ILLE BEACH 
23KV CB, 
23.000 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 153

8677871 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623206 BREAKER 
BPN 13 
MAYFAIRE 
24KV CB, 
24.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 262

8678279 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623614 BREAKER 
BPN 14, 
DUCK 
HAVEN 
24KV CB, 
25.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 346

8678512 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623847 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 0

8678581 BREAKER, 
OIL, ABC 
PH, 24 KV, 
23 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623916 BREAKER 
BPN 12 
MILITARY 
CUTOFF 
24KV CB, 
24.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2106 0

M-100 Sub 163 
PSDR2-2



8679354 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624689 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, BANK 
2, 23.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1337

8680076 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625411 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 326

8680342 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625677 BREAKER 
BPN 11 
SHELL 
ISLAND 
24KV CB, 
24.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 152 0

8680427 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625762 BREAKER 
BPN 2 
23KV 
LANDFALL 
CB, 23.0 
KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 279

8681410 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626745 BREAKER 
BPN 4 
GREEN 
ACRES 
23KV CB, 
23.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 2630 0

8683685 BREAKER, 
OIL, ABC 
PH, 26 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629020 BREAKER 
BPN 6 
EASTWOO
D 23 CB, 
26.0 KV

15540674 STATION 
WRIGHT
SVILLE 
BEACH 
230KV, 
T6740, 
230.0 KV

42765137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES20 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/17/2021 1088 0

20789623 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42585921 BREAKER 
24CB12, 
BOYKIN 
SOLAR CB, 
24.000 KV

15540935 STATION 
BEARD 
115KV, 
T1765, 
115.0 KV

42765659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 149

M-100 Sub 163 
PSDR2-2



8683927 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

41452338 BREAKER 
24CB19, 
TRANSFER 
BUS CB, 
24.000 KV

15540935 STATION 
BEARD 
115KV, 
T1765, 
115.0 KV

42765659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 145

8684301 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629636 BREAKER 
24CB11, 
EASTOVER 
24KV, 
12.000 KV

15540935 STATION 
BEARD 
115KV, 
T1765, 
115.0 KV

42765659 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 247

8679694 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625029 BREAKER 
TILLERY 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

42761721 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 281 0

8680635 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625970 BREAKER 
ROCKINGH
AM 115KV 
LINE CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

42761721 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 336 0

8681872 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627207 BREAKER 
I.C. 
TURBINES 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

42761721 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 182 0

M-100 Sub 163 
PSDR2-2



8682523 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627858 BREAKER 
115/4KV 
BANK 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

42761721 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 214 0

8679694 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625029 BREAKER 
TILLERY 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

43130827 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 281 0

8680635 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625970 BREAKER 
ROCKINGH
AM 115KV 
LINE CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

43130827 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 336 0

8681872 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627207 BREAKER 
I.C. 
TURBINES 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

43130827 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 182 0

M-100 Sub 163 
PSDR2-2



8682523 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627858 BREAKER 
115/4KV 
BANK 
115KV CB, 
115.0 KV

15539758 STATION 
BLEWET
T H. E. 
PLANT, 
T1000, 
115.000 
KV

43130827 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 214 0

20690947 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625280 BREAKER 
BPN 1 
BUTLER 
12KV CB, 
12.000 KV

15540758 STATION 
BUTLER 
115KV, 
T1830, 
115.000 
KV

42765711 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 133

20317359 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629899 BREAKER 
BPN 5 
LAGRANGE 
23KV CB, 
23.000 KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152

20319791 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623820 BREAKER 
BPN 4 
FILYAW 
ROAD 
23KV CB, 
23.000000
0000 KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 155

20324438 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625948 BREAKER 
BPN 3 
PONDEROS
A 23KV CB, 
23.000 KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 139

20332319 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624969 BREAKER 
BPN 1 
CLIFDALE 
23KV CB, 
23.000 KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 134

8678235 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623570 BREAKER 
#1 24KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 211

M-100 Sub 163 
PSDR2-2



8684694 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630029 BREAKER 
BPN 2 
MORGANT
ON ROAD 
24KV CB, 
25.0 KV

15540001 STATION 
CLIFDAL
E 230KV, 
T1890, 
230.0 KV

42765618 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

8679245 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624580 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540059 STATION 
CORDOV
A 
BURLING
TON 
INDUSTR
IES 
115KV, 
T1062, 
115.0 KV

42765463 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148

8681080 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626415 BREAKER 
230CB1 
WEATHERS
POON PLT-
FAYETTEVI
LLE 230KV 
LINE CB, 
230.0 KV

15540546 STATION 
COUNTY 
LINE 
SOLAR 
230KV 
SWITCHI
NG 
STATION
, T6745, 
230.0 KV

42761779 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 170 0

8678016 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623351 BREAKER 
RICHMON
D 500 - #1 
500/230KV 
BANK 
500KV CB, 
500.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 137

8678017 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623352 BREAKER 
WAKE 500 -
#1 
500/230KV 
BANK 
500KV CB, 
500.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 23

8678291 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623626 BREAKER 
#1 BANK 
500/230KV 
BANK CB1, 
230.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 171

M-100 Sub 163 
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8679179 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624514 BREAKER 
FAYETTEVI
LLE SOUTH 
230KV LINE 
CB7, 230.0 
KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 242 1

8679414 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624749 BREAKER 
#1 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 55

8680913 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626248 BREAKER 
WHITEVILL
E 230KV 
CB, 230.0 
KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 585

8681097 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626432 BREAKER 
AT 
CUMBERLA
ND 500KV 
SUBSTATIO
N, 230.0 
KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 179

8681357 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626692 BREAKER 
#3 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 951

8681995 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627330 BREAKER 
#1 BANK - 
FAYETTEVI
LLE NORTH-
TIE CB3, 
230.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 193

8681996 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627331 BREAKER 
FAYETTEVI
LLE NORTH 
230KV LINE 
CB5, 230.0 
KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 205

M-100 Sub 163 
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8682759 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628094 BREAKER 
RICHMON
D 500 - 
WAKE 
500KV CB, 
500.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 72

8684056 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629391 BREAKER 
#2 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 7

8684367 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629702 BREAKER 
DELCO - 
EAST BUS 
230KV CB, 
230.0 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 110

8684732 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15630067 BREAKER 
DELCO 
WEST BUS, 
230.000 KV

15540877 STATION 
CUMBER
LAND 
500KV, 
T1895, 
500.0 KV

42765822 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 95

8682013 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627348 BREAKER 
230CB1 
ROCKINGH
AM-WEST 
END 230KV 
WEST LINE 
CB, 230.0 
KV

15540153 STATION 
EDEN 
SOLAR 
230KV 
SW STA, 
T5681, 
230.0 KV

42765643 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 229 0

8681271 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626606 BREAKER 
BPN 1 
ELLERBE 
23KV CB, 
23.0 KV

15541025 STATION 
ELLERBE 
230KV, 
T1140, 
230.0 KV

42765457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 222

8681302 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626637 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541025 STATION 
ELLERBE 
230KV, 
T1140, 
230.0 KV

42765457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 792 0

M-100 Sub 163 
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8684143 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629478 BREAKER 
BPN 2 PEE 
DEE EMC 
23KV CB, 
23.0 KV

15541025 STATION 
ELLERBE 
230KV, 
T1140, 
230.0 KV

42765457 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 443 0

20489398 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628881 BREAKER 
BPN 4 
MCDONAL
D 23KV CB, 
23.0 KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

8678663 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623998 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 454 0

8678849 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624184 BREAKER 
BPN 1 
FAIRMONT 
NORTH 
23KV CB, 
23.0 KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 977 0

8683014 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628349 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 469

8684429 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629764 BREAKER 
BPN 2 
FAIRMONT 
CENTRAL 
23KV CB, 
23.0 KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 01 1

8684430 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629765 BREAKER 
BPN 3 
FAIRMONT 
SOUTH 
23KV CB, 
23.0 KV

15540937 STATION 
FAIRMO
NT 
115KV, 
T1980, 
115.0 KV

42765875 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 45 0

M-100 Sub 163 
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20473055 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625213 BREAKER 
230CB22 
FAYETTEVI
LLE EAST - 
PWC TIE, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 181 0

20473058 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626942 BREAKER 
230CB23 
FAYETTEVI
LLE PWC 
230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 173 0

20473060 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624296 BREAKER 
230CB29 
ROCKINGH
AM 230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148 0

20473069 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629727 BREAKER 
230CB26 
FT BRAGG 
WOODRUF
F ST 
230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213 0

20473088 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624387 BREAKER 
RAEFORD 
230KV CB, 
230.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157 0

20578064 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624318 BREAKER 
230CB27 
CUMBERLA
ND NORTH 
230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 136 0

20578141 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625263 BREAKER 
230CB30 
CUMBERLA
ND SOUTH 
230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 86 0

M-100 Sub 163 
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20578143 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628945 BREAKER 
230CB24 
WEATHERS
POON 
230KV, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 127 0

20584900 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629885 BREAKER 
230CB28, 
CUMBERLA
ND NORTH 
- 
ROCKNGH
AM 230KV 
TIE CB, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 132 0

20609892 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627119 BREAKER 
230CB31, 
CUMBERLA
ND SOUTH -
RAEFORD 
230KV TIE 
CB, 
230.000 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153 0

8677739 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623074 BREAKER 
BPN 2 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 176 0

8679682 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625017 BREAKER 
ERWIN 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 251 0

8679822 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625157 BREAKER 
BPN 1 CITY 
23KV CB, 
23.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 944 0

8679973 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625308 BREAKER 
VANDER 
NORTH 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 129 0

M-100 Sub 163 
PSDR2-2



8681058 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626393 BREAKER 
115CB1,  
NO. 1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 178 0

8681664 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 13 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626999 BREAKER 
115KV BUS 
TIE CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 82 0

8681989 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627324 BREAKER 
ROCKINGH
AM 
FAYETTEVI
LLE EAST 
230KV  
EAST BUS  
CB, 230.0 
KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 163 0

8682506 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627841 BREAKER 
#2 - 
230/115KV 
BANK - 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 559 0

8682507 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627842 BREAKER 
VANDER 
SOUTH 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 36 0

8682518 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627853 BREAKER 
FAYETTEVI
LLE 
DUPONT 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135 0

8682566 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627901 BREAKER 
FORT 
BRAGG 
WOODRUF
F - 
WEATHERS
POON 
230KV TIE 
CB, 230.0 
KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 344 0

M-100 Sub 163 
PSDR2-2



8682732 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628067 BREAKER 
115CB4, 
NO. 1 
115KV 
CAPACITO
R CB, 115.0 
KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 756 0

8684344 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629679 BREAKER 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540810 STATION 
FAYETTE
VILLE 
230KV, 
T2000, 
230.000 
KV

42766342 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 117 0

8677917 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623252 BREAKER 
DUPONT 
F1B 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 597 0

8677918 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623253 BREAKER 
#2 
115/23KV 
BANK 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 896 0

8679685 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625020 BREAKER 
DUPONT 
F2B 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 742 0

M-100 Sub 163 
PSDR2-2



8680223 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625558 BREAKER 
#1 BUS TIE 
23KV CB 
(BT1), 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153

8680743 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626078 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 367 0

8682509 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627844 BREAKER 
#1 
115/23KV 
BANK 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 87 0

8683008 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628343 BREAKER 
#2 BUS TIE 
23KV CB 
(BT2), 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

42765895 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 119

M-100 Sub 163 
PSDR2-2



8677917 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623252 BREAKER 
DUPONT 
F1B 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 597

8677918 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623253 BREAKER 
#2 
115/23KV 
BANK 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 896 0

8679685 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625020 BREAKER 
DUPONT 
F2B 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 742 0

8680223 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625558 BREAKER 
#1 BUS TIE 
23KV CB 
(BT1), 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 153

M-100 Sub 163 
PSDR2-2



8680743 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626078 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 367 0

8682509 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627844 BREAKER 
#1 
115/23KV 
BANK 23KV 
CB, 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 87 0

8683008 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628343 BREAKER 
#2 BUS TIE 
23KV CB 
(BT2), 23.0 
KV

15540936 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
(CUST), 
T1955, 
115.000 
KV

43131105 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 119

8680728 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626063 BREAKER 
WEATHERS
POON-
FAYETTEVI
LLE 115KV 
CB, 115.0 
KV

15540320 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
SWITCHI
NG 
STATION
, T1956, 
115.000 
KV

42765387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 949 0

M-100 Sub 163 
PSDR2-2



8684676 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630011 BREAKER 
115CB10, 
NO.1 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540320 STATION 
FAYETTE
VILLE 
DUPONT 
115KV 
SWITCHI
NG 
STATION
, T1956, 
115.000 
KV

42765387 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 455 0

8678045 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623380 BREAKER 
FAYETTEVI
LLE PWC 
230KV LINE 
CB, 230.0 
KV

15540503 STATION 
FAYETTE
VILLE 
EAST 
230KV 
SWITCHI
NG 
STATION
, T2002, 
230.000 
KV

42765800 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 283 0

8678106 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623441 BREAKER 
FT.BRAGG 
WOODRUF
F 230KV 
CB, 230.0 
KV

15540503 STATION 
FAYETTE
VILLE 
EAST 
230KV 
SWITCHI
NG 
STATION
, T2002, 
230.000 
KV

42765800 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 200 0

8679876 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625211 BREAKER 
FAYETTEVI
LLE 230KV 
CB, 230.0 
KV

15540503 STATION 
FAYETTE
VILLE 
EAST 
230KV 
SWITCHI
NG 
STATION
, T2002, 
230.000 
KV

42765800 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 35 0

M-100 Sub 163 
PSDR2-2



8682671 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628006 BREAKER 
ERWIN 
230KV CB, 
230.0 KV

15540503 STATION 
FAYETTE
VILLE 
EAST 
230KV 
SWITCHI
NG 
STATION
, T2002, 
230.000 
KV

42765800 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 31 0

8680323 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625658 BREAKER 
REILLY 
ROAD 
230KV 
FEEDER 
CB, 230.0 
KV

15539817 STATION 
FAYETTE
VILLE 
PWC 
REILLY 
RD. 
230KV 
POD, 
T1960, 
230.0 KV

42766074 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 69 0

8678425 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623760 BREAKER 
BPN 1 
SLOCOMB 
12KV CB, 
12.0 KV

15539835 STATION 
FAYETTE
VILLE 
SLOCOM
B 115KV, 
T2480, 
115.0 KV

42766099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 351

8681286 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626621 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539835 STATION 
FAYETTE
VILLE 
SLOCOM
B 115KV, 
T2480, 
115.0 KV

42766099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 348

8683044 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628379 BREAKER 
BPN 2 
METHODIS
T 12KV CB, 
12.0 KV

15539835 STATION 
FAYETTE
VILLE 
SLOCOM
B 115KV, 
T2480, 
115.0 KV

42766099 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 192

M-100 Sub 163 
PSDR2-2



8678300 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623635 BREAKER 
115CB1 
FAYETTEVI
LLE 
DUPONT 
115KV 
SOUTH 
TAP LINE 
CB, 115.0 
KV

15541143 STATION 
FAYETTE
VILLE 
SOLAR 
FACILITY 
115KV 
SW STA, 
T1954, 
115.000 
KV

42766244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 155 0

8681161 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626496 BREAKER 
GENERATI
ON SIDE 
OF 
SWITCHYA
RD, 25.0 
KV

15541143 STATION 
FAYETTE
VILLE 
SOLAR 
FACILITY 
115KV 
SW STA, 
T1954, 
115.000 
KV

42766244 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 177

8677518 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 375 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622853 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540760 STATION 
FORT 
BRAGG 
KNOX 
ST. 
230KV, 
T2048, 
230.0 KV

42765411 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 194

8683956 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15629291 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15539822 STATION 
FORT 
BRAGG 
LONGST
REET RD. 
230KV, 
T2049, 
230.0 KV

42765491 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 201

20690954 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627513 BREAKER 
12CB18, #1 
12KV 
CAPACITO
R BANK 
CB, 12.000 
KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 301

20755437 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626900 BREAKER 
BPN 1 
BONNIE 
DOONE 
23KV CB, 
23.0 KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 134

M-100 Sub 163 
PSDR2-2



8677539 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15622874 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 94

8678755 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
3000 
AMPS, 5 
CYCLES

CIRCUIT 
BREAKER

15624090 BREAKER 
BPN 11 
FORT 
BRAGG 
MAIN 
12KV CB, 
12.0 KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 137

8679400 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624735 BREAKER 
BPN 3 
CORREGID
OR 23KV 
CB, 23.0 
KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 997 0

8681345 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626680 BREAKER 
BPN 2 
ANZIO 
23KV CB, 
23.0 KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 111 0

8683524 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628859 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540938 STATION 
FORT 
BRAGG 
MAIN 
230KV, 
T2050, 
230.0 KV

42766362 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 89 0

8678706 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624041 BREAKER 
230KV 
CAPBNK 
CB, 230.0 
KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 507 0

8681112 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626447 BREAKER 
115CB 1, 
#1 BANK, 
115.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 188 0

M-100 Sub 163 
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8681483 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626818 BREAKER 
FAYETTEVI
LLE E.-
RICHMON
D 230KV 
TIE  CB28, 
230.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 89 0

8681484 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626819 BREAKER 
HARRIS 
PLANT 
230KV 
CB24, 
230.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 330 0

8681678 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627013 BREAKER 
FAYETTEVI
LLE -WEST 
BUS 230KV 
TIE CB, 
230.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 498 0

8681777 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627112 BREAKER 
WEST 
230KV BUS 
CB, 230.0 
KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 249 0

8681806 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627141 BREAKER 
FAYETTEVI
LLE EAST 
230KV CB, 
230.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 288 0

8682160 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627495 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 438

M-100 Sub 163 
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8682708 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628043 BREAKER 
RICHMON
D 230KV 
LINE  CB, 
230.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 402 0

8683630 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628965 BREAKER 
FAYETTEVI
LLE 230KV 
CB, 230.0 
KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 60 0

8684720 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630055 BREAKER 
115CB2, #2 
BANK, 
115.0 KV

15540631 STATION 
FORT 
BRAGG 
WOODR
UFF 
STREET 
230KV, 
T2500, 
230.000 
KV

42765333 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 169 0

8677611 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622946 BREAKER 
24CB21 
PINE HILLS 
24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 438

8677783 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623118 BREAKER 
24CB13 
PINEHILLS 
ALTERNAT
E 24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 89 0

8678713 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624048 BREAKER 
24CB12 
DOBBINS 
HEIGHTS 
24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 49

8679735 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625070 BREAKER 
24CB14 
HOFFMAN 
24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 745 0

M-100 Sub 163 
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8680693 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626028 BREAKER 
24CB18 #1 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 725 0

8681358 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626693 BREAKER 
24CB22 
HAMLET 
INDUSTRIA
L 24KV CB, 
24.0 KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 402

8682135 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627470 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 328

8682358 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627693 BREAKER 
24CB15 
HAMLET 
EAST 24KV 
CB, 24.0 
KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 717 0

8684769 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630104 BREAKER 
24CB23 
INDUSTRIA
L #2 24KV 
CB, 25.0 
KV

15539699 STATION 
HAMLET 
230KV, 
T1190, 
230.000 
KV

42766448 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153

20879951 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624316 BREAKER 
BPN 1 
HOPE 
MILLS 
23KV CB, 
23.000 KV

15540564 STATION 
HOPE 
MILLS 
CHURCH 
ST 
115KV, 
T2080, 
115.000 
KV

42765351 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

20892813 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628422 BREAKER 
BPN 3, 
ROSLIN 
24KV, 
24.000 KV

15540564 STATION 
HOPE 
MILLS 
CHURCH 
ST 
115KV, 
T2080, 
115.000 
KV

42765351 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 143
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20919058 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627532 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540564 STATION 
HOPE 
MILLS 
CHURCH 
ST 
115KV, 
T2080, 
115.000 
KV

42765351 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

8682157 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627492 BREAKER 
BPN 2 
HWY 301 
23KV CB, 
23.0 KV

15540564 STATION 
HOPE 
MILLS 
CHURCH 
ST 
115KV, 
T2080, 
115.000 
KV

42765351 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 349

8679256 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624244 BREAKER 
24CB18 #1 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153

8680196 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624079 BREAKER 
24CB11 
EAGLEWO
OD 23KV 
CB, 23.000 
KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 165

8681178 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626513 BREAKER 
24CB29 
TRANSFER 
24KV 
FEEDER, 
25.000 KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 169

8682066 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629611 BREAKER 
24CB12 
ROCKFISH 
ROAD 
23KV CB, 
23.000 KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 180

M-100 Sub 163 
PSDR2-2



8683895 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629230 BREAKER 
24CB21 
STONEY 
POINT 
24KV 
FEEDER, 
25.000 KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 176

8684778 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630113 BREAKER 
24CB23 
CUMBERLA
ND 24KV 
FEEDER, 
25.000 KV

15539637 STATION 
HOPE 
MILLS 
ROCKFIS
H RD 
230KV, 
T2082, 
230.000 
KV

42765599 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 167

8678408 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623743 BREAKER 
BPN 7 
GIBSON 
23KV 
FEEDER 
CB, 23.0 
KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 399

8679029 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624364 BREAKER 
BPN 2 
ARMSTRO
NG 23KV 
CB, 23.0 
KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 167 0

8680526 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625861 BREAKER 
BPN 3 
SPRINGFIE
LD 23KV 
CB, 23.0 
KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 819 0

8680658 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625993 BREAKER 
BPN 6, PEE 
DEE EMC 
23KV POD 
CB, 23.0 
KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 936 0

8683073 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628408 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, BANK 
#2, 23.0 KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 510

M-100 Sub 163 
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8683135 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628470 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, BANK 
#1, 23.0 KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 131 0

8683250 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628585 BREAKER 
BPN 1 
RICHMON
D 23KV CB, 
23.0 KV

15539638 STATION 
LAUREL 
HILL 
230KV, 
T2181, 
230.0 KV

42765261 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 151 0

20391115 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628951 BREAKER 
BENNETTS
VILLE SW. 
STATION 
230KV CB, 
230.000 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 134 0

20487728 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42046139 BREAKER 
115CB10, 
EAST 
115KV BUS 
TIE CB, 
115.000 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 164 0

20487730 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627809 BREAKER 
115CB04, 
LIBBEY-
OWENS-
FORD 
115KV 
SOUTH CB, 
115.000 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 131 0

8677860 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623195 BREAKER 
BPN 7 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 481

8677909 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623244 BREAKER 
RICHMON
D 500KV 
230KV CB, 
230.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 21 0

M-100 Sub 163 
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8678778 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624113 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 496 0

8679171 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624506 BREAKER 
#2 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 134 0

8679658 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624993 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 592 0

8680086 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625421 BREAKER 
115CB05, 
#1 115 
CAPACITO
R BANK 
CB, 115.0 
KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 435 0

8680596 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625931 BREAKER 
BPN 1 
RAEFORD 
23KV CB, 
23.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 594

8681520 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626855 BREAKER 
BPN 2 
COLLEGE 
23KV CB, 
23.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 602

8681785 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627120 BREAKER 
WEATHERS
POON 
PLANT 
230KV CB, 
230.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 56 0

M-100 Sub 163 
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8682475 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627810 BREAKER 
RAEFORD 
115KV CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 49 0

8682842 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628177 BREAKER 
230CB25, 
BENNETTS
VILLE SW. 
STA. 230KV 
CB, 230.0 
KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 166 0

8682868 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628203 BREAKER 
115CB09 
115KV BUS 
TIE CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 168 0

8683025 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628360 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 525

8683388 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628723 BREAKER 
BPN 6 BUS 
TIE 23KV 
CB, 23.0 
KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 269

8683425 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628760 BREAKER 
LIBBEY-
OWENS-
FORD 
115KV 
NORTH CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 525 0

8683794 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629129 BREAKER 
230CB21, 
WEATHERS
POON PLT -
RICHMON
D 230KV 
TIE CB, 
230.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 174 0

M-100 Sub 163 
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8683811 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629146 BREAKER 
#1 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 159 0

8684275 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629610 BREAKER 
BPN 8 AIR 
BASE 23KV 
CB, 23.0 
KV

15540630 STATION 
LAURINB
URG 
230KV, 
T2200, 
230.000 
KV

42766266 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 941

20771630 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623832 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540513 STATION 
LAURINB
URG 
CITY 
230KV, 
T2190, 
230.0 KV

42765582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 133

20771631 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627284 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540513 STATION 
LAURINB
URG 
CITY 
230KV, 
T2190, 
230.0 KV

42765582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 176

20843178 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625676 BREAKER 
BPN 3 
WESTWOO
D 23KV CB, 
23.000 KV

15540513 STATION 
LAURINB
URG 
CITY 
230KV, 
T2190, 
230.0 KV

42765582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148

20843179 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623433 BREAKER 
BPN 2 
TURNPIKE 
ROAD 
23KV CB, 
23.000 KV

15540513 STATION 
LAURINB
URG 
CITY 
230KV, 
T2190, 
230.0 KV

42765582 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 187

M-100 Sub 163 
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20482908 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624342 BREAKER 
252, 
LAURINBU
RG SOUTH 
115KV LINE 
CB, 
115.000 KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 240 0

20482909 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623462 BREAKER 
352, 
WEATHERS
POON 
PLANT 
115KV CB, 
115.000 KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213 0

8678583 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623918 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 541 0

8679252 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625256 BREAKER 
152,LAURI
NBURG 
115KV 
NORTH CB, 
115.000 KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 108 0

8681412 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626747 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 671 0

8682277 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627612 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 462 0
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8683181 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628516 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, BANK 
#2, 12.0 KV

15540706 STATION 
LIBBEY 
OWENS 
FORD 
115KV, 
T2202, 
115.000 
KV

42766259 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 704 0

8678047 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623382 BREAKER 
ROCKINGH
AM WHITE 
230KV LINE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 234 0

8678048 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623383 BREAKER 
DPC 
OAKBORO 
BLACK 
230KV LINE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 256 0

8679831 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625166 BREAKER 
ROCKINGH
AM BLACK 
230KV LINE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 265 0

8679832 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625167 BREAKER 
230KV BUS 
# 2 CB, 
230.0 KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0
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8680783 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626118 BREAKER 
CB22, 
NCEMC - 
ROCKINGH
AM 230KV 
SOUTH TIE 
BREAKER, 
230.0 KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 281 0

8681752 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627087 BREAKER 
ROCKINGH
AM WHITE-
DPC 
OAKBORO 
WHITE 
230KV TIE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 267 0

8681753 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627088 BREAKER 
NCEMC 
230KV LINE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 295 0

8682640 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627975 BREAKER 
DPC 
OAKBORO 
WHITE 
230KV LINE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 288 0

8682641 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627976 BREAKER 
ROCKINGH
AM BLACK-
DPC 
OAKBORO 
BLACK 
230KV TIE 
CB, 230.0 
KV

15541023 STATION 
LILESVILL
E 230KV 
SWITCHI
NG 
STATION
, T0915, 
230.000 
KV

42765854 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 248 0
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20764577 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622997 BREAKER 
#4 23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539767 STATION 
LUMBER
TON 
115KV, 
T2210, 
115.0 KV

42765853 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 146

8679201 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625679 BREAKER 
BPN 6 
HOSPITAL 
23KV CB, 
23.0 KV

15539767 STATION 
LUMBER
TON 
115KV, 
T2210, 
115.0 KV

42765853 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 194

8682004 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628025 BREAKER 
BPN 7 I-95 
23KV CB, 
23.000 KV

15539767 STATION 
LUMBER
TON 
115KV, 
T2210, 
115.0 KV

42765853 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 254

8681625 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626960 BREAKER 
LUMBERT
ON 
COGENTRI
X 115KV 
CB, 115.0 
KV

15540694 STATION 
LUMBER
TON 
COGENT
RIX 
115KV 
SW STA, 
T2206, 
115.000 
KV

42766168 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 01 0

8683857 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629192 BREAKER 
115CB10 
CENTRAL 
EMC 
115KV, 
115.000 KV

15541087 STATION 
MANCHE
STER 
115KV 
SWITCHI
NG 
STATION
, T2212, 
115.0 KV

42766190 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 121 0

8677712 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623047 BREAKER 
BPN 2 
MIDWAY 
23KV CB, 
23.0 KV

15539639 STATION 
MAXTON 
115KV, 
T2215, 
115.0 KV

42766539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 7 0

8677715 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623050 BREAKER 
BPN 1 
MAXTON 
23KV CB, 
23.0 KV

15539639 STATION 
MAXTON 
115KV, 
T2215, 
115.0 KV

42766539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 522 0
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8679427 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624762 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539639 STATION 
MAXTON 
115KV, 
T2215, 
115.0 KV

42766539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 527 0

8678729 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624064 BREAKER 
BPN 1 
CAMPBELL 
23KV CB, 
23.0 KV

15539823 STATION 
MAXTON 
AIRPORT 
115KV, 
T2217, 
115.0 KV

42765803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 838 0

8682412 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627747 BREAKER 
BPN 2 
ROCKWELL 
23KV CB, 
23.0 KV

15539823 STATION 
MAXTON 
AIRPORT 
115KV, 
T2217, 
115.0 KV

42765803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 319 0

8683525 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628860 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539823 STATION 
MAXTON 
AIRPORT 
115KV, 
T2217, 
115.0 KV

42765803 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 981 0

8682869 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628204 BREAKER 
115CB1 
LAURINBU
RG - 
RAEFORD 
230KV 
SUB. 
115KV LINE 
CB, 115.0 
KV

15539792 STATION 
MAXTON 
SOLAR 
115KV 
SW STA, 
T2219, 
115.000 
KV

42766432 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 144 0

8678765 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624100 BREAKER 
BPN 2 CITY 
23KV CB, 
23.0 KV

15540173 STATION 
PEMBRO
KE 
115KV, 
T2247, 
115.0 KV

42765496 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 507
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8679473 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624808 BREAKER 
BPN 1 
ODUM 
STREET 
24KV CB, 
24.0 KV

15540173 STATION 
PEMBRO
KE 
115KV, 
T2247, 
115.0 KV

42765496 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 460

8680237 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625572 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540173 STATION 
PEMBRO
KE 
115KV, 
T2247, 
115.0 KV

42765496 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 912

8680408 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625743 BREAKER 
BPN 3 
PEMBROKE 
COLLEGE 
24KV CB, 
24.0 KV

15540173 STATION 
PEMBRO
KE 
115KV, 
T2247, 
115.0 KV

42765496 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 283

8678247 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623582 BREAKER 
12CB24, 
RAEFORD 
SOUTH 
12KV, 25.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 287

8680046 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625381 BREAKER 
12CB18, #1-
12KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 142

8680047 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625382 BREAKER 
12CB23, 
MOCKING
BIRD HILL 
12KV, 25.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 217

8680048 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625383 BREAKER 
12CB11, 
BURLINGT
ON 
INDUSTRIE
S 12KV, 
25.0 KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189
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8680049 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625384 BREAKER 
12CB22, 
TIMBERLA
ND 12KV, 
25.0 KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 225

8681049 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626384 BREAKER 
12CB12, 
TEX-
ELASTIC 
12KV, 25.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 168

8683782 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629117 BREAKER 
12CB28, #2-
12KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 226

8684654 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629989 BREAKER 
12CB21, 
RAEFORD 
NORTH 
12KV, 25.0 
KV

15540013 STATION 
RAEFOR
D 115KV, 
T2280, 
115.0 KV

42765757 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 202

8677900 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623235 BREAKER 
RAEFORD 
115KV 
FEEDER 
SOUTH 
BUS, 115.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 709 0

8677920 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623255 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 133 0

8678288 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623623 BREAKER 
230CB22 
RICHMON
D SOUTH 
#3 
230/115KV 
TIE LINE 
CB, 230.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 277
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8679176 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624511 BREAKER 
230CB21 
RICHMON
D 230KV 
SOUTH 
LINE CB, 
230.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 233

8679664 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624999 BREAKER 
WEATHERS
POON 
PLANT 
115KV CB, 
115.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 179 0

8679891 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625226 BREAKER 
LUMBEE 
RIVER EMC 
ROCKFISH 
115KV CB, 
115.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 227 0

8679907 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625242 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 217 0

8679922 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625257 BREAKER 
RICHMON
D 230KV 
CB, 230.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 161

8680041 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625376 BREAKER 
FAYETTEVI
LLE 230KV 
BUS TIE 
CB, 230.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 194

M-100 Sub 163 
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8681039 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626374 BREAKER 
RICHMON
D 230KV 
BUS TIE 
CB, 230.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 208

8681879 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627214 BREAKER 
#1 115KV 
CAPACITO
R CIRCUIT 
BREAKER, 
115.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 556 1

8683818 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629153 BREAKER 
230CB23  
#3 
230/115KV 
BANK 
230KV TIE-
LINE CB, 
230.0 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 147 0

8683819 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629154 BREAKER 
230CB26 
RICHMON
D 230KV 
NORTH 
LINE, 
230.000 KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 208

8684324 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629659 BREAKER 
LAURINBU
RG 115KV 
CB, 115.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 259 0

8684547 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629882 BREAKER 
FAYETTEVI
LLE 230KV 
CB NORTH 
BUS, 230.0 
KV

15540112 STATION 
RAEFOR
D 230KV, 
T2281, 
230.0 KV

42766019 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 169

20771398 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627986 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540955 STATION 
RAEFOR
D SOUTH 
115KV, 
T2282, 
115.0 KV

42765698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 140
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8681258 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626593 BREAKER 
BPN 3 
CENTRAL 
AVENUE 
12KV CB, 
12.0 KV

15540955 STATION 
RAEFOR
D SOUTH 
115KV, 
T2282, 
115.0 KV

42765698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 222

8682272 BREAKER, 
VAC, ABC 
PH, 12 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627607 BREAKER 
BPN 2 
HIGHWAY 
# 20 12KV 
CB, 12.0 
KV

15540955 STATION 
RAEFOR
D SOUTH 
115KV, 
T2282, 
115.0 KV

42765698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 433

8682651 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627986 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540955 STATION 
RAEFOR
D SOUTH 
115KV, 
T2282, 
115.0 KV

42765698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 140 0

8683056 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628391 BREAKER 
BPN 5 
HIGHWAY 
#211 12KV 
CB, 12.0 
KV

15540955 STATION 
RAEFOR
D SOUTH 
115KV, 
T2282, 
115.0 KV

42765698 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 265

8679684 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625019 BREAKER 
BPN 2 CITY 
23KV CB, 
23.0 KV

15540191 STATION 
RED 
SPRINGS 
115KV, 
T2320, 
115.0 KV

42766530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 131 0

8681404 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626739 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540191 STATION 
RED 
SPRINGS 
115KV, 
T2320, 
115.0 KV

42766530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 872 0

8681578 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626913 BREAKER 
BPN 1 MILL 
23KV CB, 
23.0 KV

15540191 STATION 
RED 
SPRINGS 
115KV, 
T2320, 
115.0 KV

42766530 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 316

M-100 Sub 163 
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8677568 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622903 BREAKER 
#4 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 775

8677608 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622943 BREAKER 
#5 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 314

8677972 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623307 BREAKER 6 
- 
LAURINBU
RG 230KV 
CB, 230.0 
KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 222 0

8678015 BREAKER 
GAS, ABC 
PH, 
500.000 
KV, 550.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623350 BREAKER 
CUMBERLA
ND - #2 
500/230KV 
BANK 
500KV CB, 
500.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 118 0

8678082 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15623417 BREAKER 
61 - DUKE-
NEWPORT 
500KV LINE 
CB, 500.0 
KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 98 0

8678180 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623515 BREAKER 
12 - N.C. 
EMCIC 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135 0
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8678207 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15623542 BREAKER 
13 - 
RICHMIND 
CO PLANT 
ORANGE 
230KV 
LINE, 230.0 
KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 174 0

8678852 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624187 BREAKER 1 
- #1 
500/230KV 
BANK 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 17 0

8679082 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624417 BREAKER 4 
- #2 
500/230KV 
BANK/ 
LAURINBU
RG 230KV 
TIE CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 41 0

8679752 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625087 BREAKER 
15 - 
RICHMON
D CO PLT. 
ORANGE -
ROCKINGH
AM W. TIE 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3 0

8680177 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15625512 BREAKER 
CB39, 
NEWPORT 
#2 500-
230KV 
BANK, 
500.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189 0

8680711 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626046 BREAKER 5 
- 
RICHMON
D COUNTY 
PLANT 
WHITE 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 8 0
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8680712 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626047 BREAKER 7 
- 
RICHMON
D CO. 
PLANT 
BLACK 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 9 0

8680740 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626075 BREAKER 
230CB10, 
RAEFORD 
230KV 
SOUTH - 
NCEMC IC 
230KV, 
230.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 183 0

8680741 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626076 BREAKER 
18 - 
ROCKINGH
AM EAST 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152 0

8681685 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627020 BREAKER 
230CB16, 
ROCKINGH
AM EAST - 
RAEFORD 
230KV 
NORTH, 
230.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 243 0

8681830 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627165 BREAKER 
11 - 
RICHMON
D CO 
PLANT 
BLACK 
EAST BUS 
230KV TIE 
CB, 230.0 
KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 167 0

M-100 Sub 163 
PSDR2-2



8681878 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627213 BREAKER 
230CB08, 
RAEFORD 
230KV 
SOUTH, 
230.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 205 0

8682188 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627523 BREAKER 
#2 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 449

8682551 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627886 BREAKER # 
1 
BANK/RIC
HMOND 
COUNTY 
PLANT 
WHITE TIE 
230 CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 12 0

8682994 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15628329 BREAKER 
CB31, 
CUMBERLA
ND #1 
500/230KV 
BANK, 
500.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 36 0

8683522 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15628857 BREAKER 
17 - 
ROCKINGH
AM WEST 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 187 0

8683712 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629047 BREAKER 2 
- #2 
500/230KV 
BANK 
230KV CB, 
230.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 127 0

M-100 Sub 163 
PSDR2-2



8683713 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
80.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629048 BREAKER 
230CB14, 
RAEFORD 
230KV 
NORTH, 
230.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 175 0

8684012 BREAKER, 
VAC, ABC 
PH, 13 KV, 
15.5 KV, 
3000 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629347 BREAKER 
#3 
REACTOR 
BANK 
13.8KV CB, 
13.0 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 407

8684771 BREAKER, 
GAS, ABC 
PH, 500 
KV, 550 
KV, 3000 
AMPS, 50 
KA, 1.5 
CYCLES

CIRCUIT 
BREAKER

15630106 BREAKER 
CB33, 
NEWPORT 
#1 
500/230KV 
BANK, 
500.000 KV

15539935 STATION 
RICHMO
ND 
500KV, 
T1415, 
500.000 
KV

42765992 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 161 0

8678064 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623399 BREAKER 
ST UNIT # 
4 230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 705 0

8678937 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624272 BREAKER 
UNIT #3 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 564 0

M-100 Sub 163 
PSDR2-2



8678939 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624274 BREAKER 
UNIT #1 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 635 0

8678956 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624291 BREAKER 
STATION 
SERVICE 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 196 0

8679839 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625174 BREAKER 
STATION 
SERVICE 
230KV 
WHITE 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 67 0

8679872 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625207 BREAKER 
B5T1 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189 0

M-100 Sub 163 
PSDR2-2



8679873 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625208 BREAKER 
CT9 230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 202 0

8681771 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627106 BREAKER 
IC UNIT # 6 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 85 0

8681781 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627116 BREAKER 
B5T2 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 198 0

8682642 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627977 BREAKER 
UNIT #2 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213 0

M-100 Sub 163 
PSDR2-2



8682658 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627993 BREAKER 
IC UNIT # 8 
230KV 
BLACK 
LINECB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 358 0

8683592 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628927 BREAKER 
UNIT #4 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 284 0

8683615 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628950 BREAKER 
CT10 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 450 0

8683706 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629041 BREAKER 
IC UNIT #7 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 114 0

M-100 Sub 163 
PSDR2-2



8684503 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629838 BREAKER 
ST5 230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

42761966 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 400 0

8678064 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623399 BREAKER 
ST UNIT # 
4 230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 705 0

8678937 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624272 BREAKER 
UNIT #3 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 575 0

8678939 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624274 BREAKER 
UNIT #1 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 644 0

M-100 Sub 163 
PSDR2-2



8678956 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624291 BREAKER 
STATION 
SERVICE 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 196 0

8679839 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625174 BREAKER 
STATION 
SERVICE 
230KV 
WHITE 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 67 0

8679872 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625207 BREAKER 
B5T1 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 189 0

8679873 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625208 BREAKER 
CT9 230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 203 0

M-100 Sub 163 
PSDR2-2



8681771 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627106 BREAKER 
IC UNIT # 6 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 89 0

8681781 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627116 BREAKER 
B5T2 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 198 0

8682642 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627977 BREAKER 
UNIT #2 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 221 0

8682658 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627993 BREAKER 
IC UNIT # 8 
230KV 
BLACK 
LINECB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 358 0

M-100 Sub 163 
PSDR2-2



8683592 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628927 BREAKER 
UNIT #4 
WHITE 
LINE 230KV 
CB, 230.0 
KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 299 0

8683615 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628950 BREAKER 
CT10 
230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 451 0

8683706 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 2,000.0 
AMPS, 
50.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629041 BREAKER 
IC UNIT #7 
230KV 
BLACK 
LINE CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021 111 0

8684503 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629838 BREAKER 
ST5 230KV 
BANK CB, 
230.0 KV

15540693 STATION 
RICHMO
ND 
COUNTY 
PLANT, 
T1416, 
500.000 
KV

43130855 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES25 NC T-515404 11/24/2021 12/1/2021 12/1/2021 11/30/2021

20701096 BREAKER, 
GAS, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625039 BREAKER 
CB21 - #1 
P.A.R.T. 
230KV CB, 
230.000 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135 0

M-100 Sub 163 
PSDR2-2



20892871 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623434 BREAKER 
BPN 7 
HAMLET 
NORTH 
23KV CB, 
23.000 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8677762 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623097 BREAKER 
CB36 - 
WEST BUS 
230KV CB 
FOR 
RICHMON
D 230KV 
WEST LINE, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 258 0

8677999 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623334 BREAKER 
BLEWETT 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 46 0

8678022 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623357 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8678248 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623583 BREAKER 
CB34, EAST 
230KV BUS 
- 
ROBINSON 
PLANT 
230KV TIE 
CB, 230.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8678669 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624004 BREAKER 
CB24 - #2 
P.A.R.T. 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 257 0

M-100 Sub 163 
PSDR2-2



8678794 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624129 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8678958 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624293 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8678964 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624299 BREAKER 
CB30 - 
WEST END 
230KV 
WEST CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 351 0

8679397 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624732 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8679506 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624841 BREAKER 
BPN 3 
ROCKINGH
AM CITY 
23KV CB, 
23.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8679654 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624989 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 76 0

8679815 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625150 BREAKER 
ROBINSON 
PLANT 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 164 0

M-100 Sub 163 
PSDR2-2



8680494 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15625829 BREAKER 
CB26 - 
WEST END 
230KV 
EAST CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8680776 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626111 BREAKER 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8681051 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626386 BREAKER 
CB31, 
RICHMON
D 230KV 
EAST - 
WEST END 
230KV 
WEST 
230KV TIE 
CB, 230.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8681346 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626681 BREAKER 
BPN 6 
ROCKINGH
AM EAST 
23KV CB, 
23.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8681485 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626820 BREAKER 
LILLESVILLE 
SOUTH 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 217 0

8681486 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626821 BREAKER 
CB38 - 
EAST BUS 
230KV CB 
FOR 
RICHMON
D 230KV 
WEST LINE, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

M-100 Sub 163 
PSDR2-2



8681623 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626958 BREAKER 
CB02 - 
LILESVILLE 
WHITE 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 645 0

8681640 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626975 BREAKER 
CB22 - 
BISCOE - 
#1 P.A.R.T. 
230KV TIE 
CIRCUIT 
BREAKER, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8681799 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627134 BREAKER 
BUS TIE 
115KV CB, 
115.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8681955 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627290 BREAKER 
CB28, 
FAYETTEVI
LLE 230KV - 
LILESVILLE 
230KV 
SOUTH TIE 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8682526 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627861 BREAKER 
CB01 - 
LILESVILLE 
BLACK 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 567 0

8682548 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627883 BREAKER 
BPN 5 
HANNAH 
PICKETT 
23KV CB, 
23.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8682836 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628171 BREAKER 
CB33, 
ROBINSON 
PLANT 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 279 0

M-100 Sub 163 
PSDR2-2



8683279 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628614 BREAKER 
CB23 - 
BISCOE 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8683474 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628809 BREAKER 
CB25 - 
WEST END 
EAST - 
PART #2 
230KV TIE 
CB, 230.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8684185 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15629520 BREAKER 
CB29 - 
FAYETTEVI
LLE 230KV 
CB, 230.0 
KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8684394 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629729 BREAKER 
BPN 8 
HAMLET 
SOUTH 
23KV CB, 
23.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8684656 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629991 BREAKER 
CB32, 
RICHMON
D 230KV 
EAST 
230KV CB, 
230.0 KV

15541005 STATION 
ROCKIN
GHAM 
230KV, 
T1440, 
230.000 
KV

42765442 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021

8678453 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623788 BREAKER 
BPN 2 
LONG 
DRIVE 
24KV CB, 
24.0 KV

15539876 STATION 
ROCKIN
GHAM 
ABERDEE
N ROAD 
230KV, 
T1428, 
230.0 KV

42766136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 293

M-100 Sub 163 
PSDR2-2



8680984 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626319 BREAKER 
BPN5, PEE 
DEE EMC, 
23KV CB, 
24.0 KV

15539876 STATION 
ROCKIN
GHAM 
ABERDEE
N ROAD 
230KV, 
T1428, 
230.0 KV

42766136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 159

8682619 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627954 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539876 STATION 
ROCKIN
GHAM 
ABERDEE
N ROAD 
230KV, 
T1428, 
230.0 KV

42766136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 415 0

8683308 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628643 BREAKER 
BPN 1 
FOXPORT 
23KV CB, 
23.0 KV

15539876 STATION 
ROCKIN
GHAM 
ABERDEE
N ROAD 
230KV, 
T1428, 
230.0 KV

42766136 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 372 0

8678242 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS

CIRCUIT 
BREAKER

15623577 BREAKER 
#3 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

8678464 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623799 BREAKER 
#2 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 873

8678694 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624029 BREAKER 
BPN 5 
CORDOVA 
23KV CB, 
23.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 646 0

M-100 Sub 163 
PSDR2-2



8681252 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626587 BREAKER 
24CB23 
CAS-
WADE. 
24KV CB, 
24.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 278

8681322 BREAKER, 
OIL, ABC 
PH, 24 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626657 BREAKER 
#1 24KV 
CAPACITO
R BANK CB 
(BANK 2), 
24.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 689 0

8682143 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627478 BREAKER 
BPN 4 
BAUM 
23KV CB, 
23.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 603

8682249 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627584 BREAKER 
BPN 2 FIVE 
POINTS 
23KV CB, 
23.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 163 3

8682371 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627706 BREAKER 
BPN 6 
PAPER 
MILL 23KV 
CB, 23.0 
KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 209 2

8683068 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628403 BREAKER 
24CB22 
CLARK 
24KV CB, 
24.0 KV

15540755 STATION 
ROCKIN
GHAM 
WEST 
115KV, 
T1430, 
115.0 KV

42766504 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 306

8679231 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624566 BREAKER 
115CB1 
FAY-FAY 
DUPONT 
SW. STA. 
115KV 
LINE, 115.0 
KV

15539794 STATION 
ROSLIN 
SOLAR 
115KV 
SW STA, 
T1896, 
115.0 KV

42766112 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 164 0

M-100 Sub 163 
PSDR2-2



20903810 BREAKER 
VAC, 27.0 
KV, 1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626633 BREAKER 
BPN 2 
PURVIS 
23KV CB, 
23.000 KV

15539656 STATION 
ROWLAN
D 230KV, 
T2335, 
230.000 
KV

42765539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 143 0

8679844 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625179 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539656 STATION 
ROWLAN
D 230KV, 
T2335, 
230.000 
KV

42765539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 283 0

8682173 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627508 BREAKER 
BPN 1 
ROWLAND 
23KV CB, 
23.0 KV

15539656 STATION 
ROWLAN
D 230KV, 
T2335, 
230.000 
KV

42765539 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 965 0

8677475 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622810 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540775 STATION 
SHANNO
N 115KV, 
T2475, 
115.0 KV

42766238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 650

8677507 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622842 BREAKER 
BPN 1 
HIGHWAY 
71, 23KV 
VCB, 23.0 
KV

15540775 STATION 
SHANNO
N 115KV, 
T2475, 
115.0 KV

42766238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 303

8683265 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628600 BREAKER 
BPN 2 
LUMBER 
BRIDGE 
23KV VCB, 
23.0 KV

15540775 STATION 
SHANNO
N 115KV, 
T2475, 
115.0 KV

42766238 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 467

8678374 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623709 BREAKER 
230CB1  
230KV CB, 
230.000 KV

15540739 STATION 
SHOE 
HEEL 
CREEK 
SOLAR 
FARM 
230KV 
SW STA, 
T6750

42761801 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 145 0

M-100 Sub 163 
PSDR2-2



8679196 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624531 BREAKER 
115CB1 
ROBINSON 
PLANT-
ROCKINGH
AM 115KV 
LINE CB, 
115.0 KV

15541130 STATION 
SNEEDSB
ORO 
SOLAR 
115KV 
SWITCHI
NG 
STATION
, T0916, 
115.0 KV

42761739 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 147 0

8677937 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623272 BREAKER 
24CB18, 
24KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540958 STATION 
SPRING 
LAKE 
230KV, 
T2495, 
230.000 
KV

42765285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 261 0

8679537 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624872 BREAKER 
24CB11, 
HWY 87 
NORTH 
24KV CB, 
24.0 KV

15540958 STATION 
SPRING 
LAKE 
230KV, 
T2495, 
230.000 
KV

42765285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 307

8679643 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624978 BREAKER 
24CB12, 
MANCHES
TER ROAD 
24KV CB, 
23.0 KV

15540958 STATION 
SPRING 
LAKE 
230KV, 
T2495, 
230.000 
KV

42765285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135 1

8683743 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629078 BREAKER 
24GB19, 
TRANSFER 
BREAKER, 
24.0 KV

15540958 STATION 
SPRING 
LAKE 
230KV, 
T2495, 
230.000 
KV

42765285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 168

8684303 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629638 BREAKER 
24CB13, 
SPRING 
LAKE 
NORTH 
24KV CB, 
23.0 KV

15540958 STATION 
SPRING 
LAKE 
230KV, 
T2495, 
230.000 
KV

42765285 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 954 1

20294961 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625219 BREAKER 
BPN 2 
INDUSTRIA
L 23KV CB, 
23.0 KV

15540193 STATION 
ST 
PAULS 
115KV, 
T2520, 
115.000 
KV

42765925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 174

M-100 Sub 163 
PSDR2-2



8677703 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623038 BREAKER 
BPN 1 ST. 
PAULS 
23KV CB, 
23.0 KV

15540193 STATION 
ST 
PAULS 
115KV, 
T2520, 
115.000 
KV

42765925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 330

8683985 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629320 BREAKER 
#1 
CAPACITO
R BANK 
23KV CB, 
23.0 KV

15540193 STATION 
ST 
PAULS 
115KV, 
T2520, 
115.000 
KV

42765925 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 41

8683676 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629011 BREAKER 
230CB1 
CUMBERLA
ND-DELCO 
230KV LINE 
CB, 230.0 
KV

15539977 STATION 
TURNBU
LL CREEK 
SOLAR 
230KV 
SW STA, 
T6362, 
230.000 
KV

42765286 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 138

8679620 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624955 BREAKER 
BPN 1 
STEDMAN 
23KV CB, 
23.0 KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213

8679621 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624956 BREAKER 
BPN 2 
CEDAR 
CREEK 
23KV CB, 
23.0 KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 250

8680907 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626242 BREAKER 
CLINTON 
115KV CB, 
115.0 KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 169

8681665 BREAKER, 
OIL, ABC 
PH, 115 
KV, 138 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627000 BREAKER 
FAYETTEVI
LLE SOUTH 
115KV CB, 
115.0 KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 797

M-100 Sub 163 
PSDR2-2



8682647 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627982 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 8

8683454 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628789 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 839

8684538 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629873 BREAKER 
FAYETTEVI
LLE NORTH 
115KV CB, 
115.0 KV

15540632 STATION 
VANDER 
115KV, 
T2580, 
115.000 
KV

42765305 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 109

8677961 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623296 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540956 STATION 
VANDER 
DAK 
115KV, 
T2380, 
115.0 KV

42765269 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 45 1

8679961 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625296 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540956 STATION 
VANDER 
DAK 
115KV, 
T2380, 
115.0 KV

42765269 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 276

8681673 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627008 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15540956 STATION 
VANDER 
DAK 
115KV, 
T2380, 
115.0 KV

42765269 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 332

8683165 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628500 BREAKER 
#2 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540956 STATION 
VANDER 
DAK 
115KV, 
T2380, 
115.0 KV

42765269 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 442

M-100 Sub 163 
PSDR2-2



8684402 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629737 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540956 STATION 
VANDER 
DAK 
115KV, 
T2380, 
115.0 KV

42765269 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 322

8677677 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15.5 KV, 
1200 
AMPS

CIRCUIT 
BREAKER

15623012 BREAKER 
BUS TIE 
CLIP 
(CURRENT 
LIMITING 
PROTECTI
ON), 12.0 
KV

15539834 STATION 
VANDER 
DAK/DU
PONT-
TEIJIN/P
RAXAIR 
115KV, 
T2381, 
115.0 KV

42766069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

8680299 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625634 BREAKER 
BUS TIE 
12KV CB, 
12.0 KV

15539834 STATION 
VANDER 
DAK/DU
PONT-
TEIJIN/P
RAXAIR 
115KV, 
T2381, 
115.0 KV

42766069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 5

8680722 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626057 BREAKER 
#2 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15539834 STATION 
VANDER 
DAK/DU
PONT-
TEIJIN/P
RAXAIR 
115KV, 
T2381, 
115.0 KV

42766069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 515

8683513 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628848 BREAKER 
#1 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15539834 STATION 
VANDER 
DAK/DU
PONT-
TEIJIN/P
RAXAIR 
115KV, 
T2381, 
115.0 KV

42766069 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 250

M-100 Sub 163 
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20488668 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626720 BREAKER 
BPN 1 
LILESVILLE 
23KV CB, 
23.000 KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 177

20488737 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629632 BREAKER 
BPN 4 
GREEN 
STREET 
23KV CB, 
23.000 KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 156

20488793 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624139 BREAKER 
BPN 3 
EAST 23KV 
CB, 23.000 
KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172

20488794 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627137 BREAKER 
BPN 2 
WADE 
STREET 
23KV CB, 
23.000 KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 180

20488796 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15622896 BREAKER 
24CB18, #1 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 198

8681038 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626373 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539821 STATION 
WADESB
ORO 
230KV, 
T1670, 
230.000 
KV

42765144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

20590885 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627661 BREAKER 
BPN 1 
WESTSIDE 
23KV CB, 
23.000 KV

15540172 STATION 
WADESB
ORO 
BOWMA
N 
SCHOOL 
230KV, 
T1672, 
230.0 KV

42765263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 151

M-100 Sub 163 
PSDR2-2



8677664 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622999 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540172 STATION 
WADESB
ORO 
BOWMA
N 
SCHOOL 
230KV, 
T1672, 
230.0 KV

42765263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 399 0

8679496 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624831 BREAKER 
BPN 2 
POLKTON 
23KV CB, 
23.0 KV

15540172 STATION 
WADESB
ORO 
BOWMA
N 
SCHOOL 
230KV, 
T1672, 
230.0 KV

42765263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 7 0

8679789 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625124 BREAKER 
BPN 3 
ANSONVIL
LE 23KV 
CB, 23.0 
KV

15540172 STATION 
WADESB
ORO 
BOWMA
N 
SCHOOL 
230KV, 
T1672, 
230.0 KV

42765263 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 801 0

8679625 BREAKER, 
OIL, ABC 
PH, 14 KV, 
15.5 KV, 
600 AMPS, 
10 KA, 8 
CYCLES

CIRCUIT 
BREAKER

15624960 BREAKER 
#1 13.8KV 
CAPACITO
R BANK 
CB, 14.0 
KV

15540577 STATION 
WAGRA
M J. P. 
STEVENS 
115KV, 
T2460, 
115.000 
KV

42765407 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 359 0

20659483 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42390815 BREAKER 
BPN 5, 
SEVENTH 
STREET 
(NEW 
BPN), 
24.000 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 134

20751184 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625955 BREAKER 
BPN 1, 
RIVER 
ROUTE 
23KV CB, 
23.000 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 141

M-100 Sub 163 
PSDR2-2



8678444 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623779 BREAKER 
BPN 4, 
ALLENTON, 
23.000 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 458

8682738 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628073 BREAKER 
BPN 3, 
ALPHA 
CELLULOSE 
(NEW 
BPN), 
23.000 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 191 0

8683079 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628414 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 352

8683418 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628753 BREAKER 
BPN 2, 
HESTERTO
WN ROAD 
(NEW 
BPN), 
23.000 KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 233 0

8684454 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629789 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15541097 STATION 
WEATHE
RSPOON 
230KV, 
T2631, 
230.000 
KV

42765609 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 943 0

8678219 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623554 BREAKER 
CB02, #2 
BANK, 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 188 0

8678239 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623574 BREAKER 
#1-115KV 
CAPACITO
R CB, 115.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 820 0

M-100 Sub 163 
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8678822 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624157 BREAKER 
FAYETTEVI
LLE 230KV 
CB, 230.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 965 0

8678880 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624215 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 618 0

8679781 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625116 BREAKER 
RAEFORD 
230KV SUB 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 421 0

8679902 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625237 BREAKER I 
C TURBINE 
UNITS 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 378 0

8680020 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625355 BREAKER 
CB26, 
LATTA 
230KV 
LINE, 230.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 205 0

8680774 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626109 BREAKER 
FAY 
DUPONT 
115KV SW 
STA CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 941 0

8680886 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626221 BREAKER 
BRUNSWIC
K 230KV 
CB, 230.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 86 0

M-100 Sub 163 
PSDR2-2



8681709 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627044 BREAKER 
LIBBY-
OWENS-
FORD 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 977 0

8681710 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627045 BREAKER 
MARION 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 54 0

8682521 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627856 BREAKER 
DELCO 
230KV SUB 
115KV CB, 
115.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 415 0

8682591 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 10 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627926 BREAKER 
LUMBERT
ON 115KV 
CB, 115.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 844 0

8682855 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628190 BREAKER 
CB13 BUS 
TIE 115KV 
CB, 115.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 145 0

8683704 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629039 BREAKER 
CB30, 
230KV 
BUSTIE, 
230.0 KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135 0

8684523 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629858 BREAKER 
LAURINBU
RG 230KV 
CB, 230.0 
KV

15540113 STATION 
WEATHE
RSPOON 
S. E. 
PLANT, 
T2630, 
230.0 KV

42765963 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES25 NC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 786 0

M-100 Sub 163 
PSDR2-2



8679169 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624504 BREAKER 
24CB28 
CAPACITO
R BANK 
24KV CB, 
25.0 KV

15540776 STATION 
ANDRE
WS 
115KV, 
T2660, 
115.000 
KV

42765625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 105

8682906 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628241 BREAKER 
BPN1 
ANDREWS 
CITY 24KV 
CB, 25.0 
KV

15540776 STATION 
ANDRE
WS 
115KV, 
T2660, 
115.000 
KV

42765625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 160

8684734 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630069 BREAKER 
BPN 2 
GEORGETO
WN 
TEXTILES 
24KV CB, 
25.0 KV

15540776 STATION 
ANDRE
WS 
115KV, 
T2660, 
115.000 
KV

42765625 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 192

8678884 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624219 BREAKER 
CB21, 
LAURINBU
RG 230KV 
LINE CB, 
230.0 KV

15540114 STATION 
BENNETT
SVILLE 
230KV 
SWITCHI
NG 
STATION
, T3321, 
230.000 
KV

42766258 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 213 0

8678892 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624227 BREAKER 
DARINGTO
N COUNTY 
PLT. - 
BENNETTS
VILLE 
(SCPSA) 
230KV LINE 
CB, 230.0 
KV

15540114 STATION 
BENNETT
SVILLE 
230KV 
SWITCHI
NG 
STATION
, T3321, 
230.000 
KV

42766258 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 264 0

8682612 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627947 BREAKER 
DARINGTO
N CTY PLT.- 
LAURINGB
URG 
230KV TIE 
BREAKER, 
230.0 KV

15540114 STATION 
BENNETT
SVILLE 
230KV 
SWITCHI
NG 
STATION
, T3321, 
230.000 
KV

42766258 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 252 0

M-100 Sub 163 
PSDR2-2



8678259 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623594 BREAKER 
24CB18, 
#1, 24KV 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15540335 STATION 
BENNETT
SVILLE 
230KV, 
T3320, 
230.000 
KV

42765866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 143

8679142 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624477 BREAKER 
24CB21, 
OAK RIVER 
24KV CB, 
25.0 KV

15540335 STATION 
BENNETT
SVILLE 
230KV, 
T3320, 
230.000 
KV

42765866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 248

8681022 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626357 BREAKER 
24CB28, 
#2, 24KV 
CAPACITO
R BANK 
24KV CB, 
24.0 KV

15540335 STATION 
BENNETT
SVILLE 
230KV, 
T3320, 
230.000 
KV

42765866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 208

8681889 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627224 BREAKER 
24CB14, 
EMERSON 
24KV CB, 
25.0 KV

15540335 STATION 
BENNETT
SVILLE 
230KV, 
T3320, 
230.000 
KV

42765866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 228

8684664 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629999 BREAKER 
24CB13, 
PATS 
CABIN 
24KV CB, 
25.0 KV

15540335 STATION 
BENNETT
SVILLE 
230KV, 
T3320, 
230.000 
KV

42765866 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 324

8678459 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623794 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540209 STATION 
BETHUN
E 115KV, 
T3330, 
115.0 KV

42765603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 690

8680467 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625802 BREAKER 
BPN 1 MILL 
12KV CB, 
12.0 KV

15540209 STATION 
BETHUN
E 115KV, 
T3330, 
115.0 KV

42765603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1557 0

M-100 Sub 163 
PSDR2-2



8683352 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628687 BREAKER 
BPN 2 
MCBEE 
12KV CB, 
12.0 KV

15540209 STATION 
BETHUN
E 115KV, 
T3330, 
115.0 KV

42765603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 209

8684061 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629396 BREAKER 
BPN3 
BETHUNE 
12KV CB, 
12.0 KV

15540209 STATION 
BETHUN
E 115KV, 
T3330, 
115.0 KV

42765603 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2124 0

8678781 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624116 BREAKER 
BPN 4 
CHURCH 
ST. 23KV 
CB, 23.0 
KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 137 0

8680270 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625605 BREAKER 
BPN 5 
ASHWOOD 
23KV CB, 
23.0 KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 446

8680804 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626139 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 231 0

8680956 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626291 BREAKER 
BPN 2 
COUSAR 
STREET, 23 
KV CB, 
23.0 KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 680 0

8681013 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 34.5 
KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626348 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
34.5 KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 383

M-100 Sub 163 
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8682386 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627721 BREAKER 
BPN 1 
HWY 341, 
23 KV CB, 
23.0 KV

15540408 STATION 
BISHOPV
ILLE 
230KV, 
T3350, 
230.0 KV

42765945 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 474 4

8677596 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622931 BREAKER 
BPN 2 
LUGOFF 
23KV CB, 
23.0 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 230 4

8678010 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623345 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1619 0

8679501 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 550.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624836 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3525 0

8680692 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626027 BREAKER 
CAMDEN 
DUPONT 
115KV CB, 
115.0 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 401 0

8681296 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626631 BREAKER 
BPN 1 
WATEREE 
23KV CB, 
23.0 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 245 0

8681970 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627305 BREAKER 
#2-23KV 
CAPACITO
R BANK 
SWITCH, 
34.5 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 764

M-100 Sub 163 
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8682543 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627878 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 59 0

8683701 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629036 BREAKER 
CAMDEN 
JCT 115KV 
CB, 115.0 
KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 510 0

8684205 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629540 BREAKER 
BPN 5 
DUPONT 
AERATION 
23KV CB, 
23.0 KV

15540633 STATION 
CAMDEN 
230KV, 
T3391, 
230.000 
KV

42765991 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 307 0

8677673 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623008 BREAKER 
#108A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 9 0

8677840 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623175 BREAKER 
#106C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 146 0

8677889 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623224 BREAKER 
#TG3C 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 36

M-100 Sub 163 
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8677890 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623225 BREAKER 
#TG3D 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 33

8678031 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623366 BREAKER 
EAST - 
WEST 
115KV BUS 
TIE CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 521 0

8678033 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623368 BREAKER 
DPC 
WATEREE 
PLANT 
115KV CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 672 0

8678471 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623806 BREAKER 
#110D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 45 0

M-100 Sub 163 
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8678725 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624060 BREAKER 
#106D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 968 0

8678853 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624188 BREAKER 
#103D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 424 0

8678914 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624249 BREAKER 
CAMDEN 
230KV SUB 
115KV CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 735 0

8679284 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624619 BREAKER 
CKTBREAK, 
DGAS 
FEEDER 
111B, 27.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 110

M-100 Sub 163 
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8679422 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624757 BREAKER 
#105B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 327 0

8679739 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625074 BREAKER 
#102C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 393 0

8679740 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625075 BREAKER 
#104A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 410 0

8680571 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625906 BREAKER 
#107D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 20 0

M-100 Sub 163 
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8680672 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626007 BREAKER 
#2 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 324 0

8680716 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626051 BREAKER 
#T1B TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 363 0

8680717 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626052 BREAKER 
#T1A TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 480 0

8680718 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626053 BREAKER 
#102D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 130 0

M-100 Sub 163 
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8680720 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626055 BREAKER 
#3 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 31 0

8681297 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626632 BREAKER 
#109D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 14 0

8681631 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626966 BREAKER 
#1 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 350 0

8681856 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627191 BREAKER 
#105A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 302 0

M-100 Sub 163 
PSDR2-2



8682096 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627431 BREAKER 
#111A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 132

8682554 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627889 BREAKER 
#101D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 611 0

8682555 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627890 BREAKER 
#101C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 407 0

8682556 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627891 BREAKER 
#T2A TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 424 0

M-100 Sub 163 
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8683192 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628527 BREAKER 
#108B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 285 0

8683510 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628845 BREAKER 
#T2B TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 482 0

8683511 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628846 BREAKER 
#104B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 46 0

8683703 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629038 BREAKER 
#4 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 36 0
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8684006 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629341 BREAKER 
#109C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 45 0

8684007 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629342 BREAKER 
#110C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 407 0

8684259 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629594 BREAKER 
#107C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3 0

8684570 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629905 BREAKER 
#103C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

42766498 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 409 0

M-100 Sub 163 
PSDR2-2



8677673 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623008 BREAKER 
#108A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 9 0 0 0 0

8677840 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623175 BREAKER 
#106C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 146 0 0 0 0

8677889 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623224 BREAKER 
#TG3C 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 36 0 0 0 0

8677890 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
2000 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623225 BREAKER 
#TG3D 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 33 0 0 0 0

M-100 Sub 163 
PSDR2-2



8678031 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623366 BREAKER 
EAST - 
WEST 
115KV BUS 
TIE CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 735 0 0 0 0

8678033 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623368 BREAKER 
DPC 
WATEREE 
PLANT 
115KV CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 672 0 0 0 0

8678471 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623806 BREAKER 
#110D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 45 0 0 00 0

8678725 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624060 BREAKER 
#106D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 968 0 0 0 0

M-100 Sub 163 
PSDR2-2



8678853 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624188 BREAKER 
#103D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 424 0 0 0 0

8678914 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 5 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624249 BREAKER 
CAMDEN 
230KV SUB 
115KV CB, 
115.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 735 0 0 0 0

8679284 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624619 BREAKER 
CKTBREAK, 
DGAS 
FEEDER 
111B, 27.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 110 0 0 0 0

8679422 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624757 BREAKER 
#105B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 327 0 0 00 0

M-100 Sub 163 
PSDR2-2



8679739 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625074 BREAKER 
#102C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 393 0 0 0 0

8679740 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625075 BREAKER 
#104A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 410 0 0 0 0

8680571 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625906 BREAKER 
#107D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 20 0 0 0 0

8680672 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626007 BREAKER 
#2 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 324 0 0 0 0

M-100 Sub 163 
PSDR2-2



8680716 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626051 BREAKER 
#T1B TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 363 0 0 0 0

8680717 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626052 BREAKER 
#T1A TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 480 0 0 0 0

8680718 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626053 BREAKER 
#102D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 130 0 0 0 0

8680720 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626055 BREAKER 
#3 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 31 0 0 0 0

M-100 Sub 163 
PSDR2-2



8681297 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626632 BREAKER 
#109D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 14 0 0 0 0

8681631 BREAKER, 
OIL, ABC 
PH, 12 KV, 
15.5 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626966 BREAKER 
#1 
115/12KV 
BANK CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 350 0 0 0 0

8681856 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627191 BREAKER 
#105A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 302 0 0 0 0

8682096 BREAKER, 
VAC, ABC 
PH, 12 KV, 
15 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627431 BREAKER 
#111A 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 132 0 0 0 0

M-100 Sub 163 
PSDR2-2



8682554 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627889 BREAKER 
#101D 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 611 0 0 0 0

8682555 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627890 BREAKER 
#101C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 407 0 0 0 0

8682556 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627891 BREAKER 
#T2A TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 424 0 0 0 0

8683192 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628527 BREAKER 
#108B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 285 0 0 0 0

M-100 Sub 163 
PSDR2-2



8683510 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628845 BREAKER 
#T2B TIE 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 482 0 0 0 0

8683511 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628846 BREAKER 
#104B 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 46 0 0 0 0

8683703 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
2000 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629038 BREAKER 
#4 
115/12KV 
BANK 12KV 
CB, 12.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 36 0 0 0 0

8684006 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629341 BREAKER 
#109C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 45 0 0 0 0

M-100 Sub 163 
PSDR2-2



8684007 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629342 BREAKER 
#110C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 35 0 0 0 0

8684259 BREAKER, 
OIL, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629594 BREAKER 
#107C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 3 0 0 0 0

8684570 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 23 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629905 BREAKER 
#103C 
FEEDER 
12KV CB, 
12.0 KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 409 0 0 0 0

8768376 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15590916 TRANSFOR
MER BANK 
#3, 115.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 NA NA

M-100 Sub 163 
PSDR2-2



8768377 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15590921 TRANSFOR
MER BANK 
#4, 115.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 NA NA

8768378 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15590922 TRANSFOR
MER BANK 
#1, 115.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 NA NA

8768379 LTC TYPE 
RESISTIVE-
REACTIVE, 
115.000 
KV, LTC 
UNKNOW
N

LTC 15591874 TRANSFOR
MER BANK 
#2, 115.0 
KV

15540410 STATION 
CAMDEN 
DUPONT 
115KV 
(CUST), 
T3540, 
115.000 
KV

43131153 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/2/2021 NA NA

20284031 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627773 BREAKER 
ROBINSON 
115KV CB, 
115.000 KV

15540115 STATION 
CAMDEN 
JCT. 
115KV 
SW. 
STA., 
T3390, 
115.000 
KV

42766192 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 118 0

8679454 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3.4 
CYCLES

CIRCUIT 
BREAKER

15624789 BREAKER 
115KV 
CAPACITO
R BANK CB 
W/ZERO V 
CL, 115.0 
KV

15540115 STATION 
CAMDEN 
JCT. 
115KV 
SW. 
STA., 
T3390, 
115.000 
KV

42766192 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3711 0

M-100 Sub 163 
PSDR2-2



8683913 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629248 BREAKER 
115CB4 
230/115 
KV 
CAMDEN 
LINE, 
115.000 KV

15540115 STATION 
CAMDEN 
JCT. 
115KV 
SW. 
STA., 
T3390, 
115.000 
KV

42766192 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 159 0

8684797 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624111 BREAKER 
WATEREE 
115KV CB, 
115.00000
00000 KV

15540115 STATION 
CAMDEN 
JCT. 
115KV 
SW. 
STA., 
T3390, 
115.000 
KV

42766192 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 177 0

8678458 BREAKER, 
VAC, ABC 
PH, 26 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623793 BREAKER 
#1 4KV 
CAPACITO
R BANK 
CB, 26.0 
KV

15540788 STATION 
CAMDEN 
KENDALL 
115KV, 
T4006, 
115.0 KV

42765366 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1156

8677508 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622843 BREAKER 
24CB13 
BLACKRIVE
R RD. 24KV 
CB, 24.0 
KV

15540590 STATION 
CAMDEN 
STEEPLE
CHASE 
115KV, 
T3389, 
115.0 KV

42765524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 282

8679330 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624665 BREAKER 
24CB12 
YORK 
STREET 
24KV CB, 
24.0 KV

15540590 STATION 
CAMDEN 
STEEPLE
CHASE 
115KV, 
T3389, 
115.0 KV

42765524 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 275

8677547 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622882 BREAKER 
BPN 2 CITY 
23KV CB, 
23.0 KV

15540409 STATION 
CHERAW 
115KV, 
T3450, 
115.0 KV

42765720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 477 0

M-100 Sub 163 
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8679795 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625130 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540409 STATION 
CHERAW 
115KV, 
T3450, 
115.0 KV

42765720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 384 0

8682456 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627791 BREAKER 
BPN 3 
STATE 
ROAD 
23KV CB, 
23.0 KV

15540409 STATION 
CHERAW 
115KV, 
T3450, 
115.0 KV

42765720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 57 0

8684304 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629639 BREAKER 
BPN 1 
STEVENS 
23KV CB, 
23.0 KV

15540409 STATION 
CHERAW 
115KV, 
T3450, 
115.0 KV

42765720 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8679348 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624683 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540019 STATION 
CHERAW 
CASH 
ROAD 
230KV, 
T3444, 
230.000 
KV

42766182 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 390

8679376 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624711 BREAKER 
BPN 2 
CROWN 
23KV CB, 
23.0 KV

15540019 STATION 
CHERAW 
CASH 
ROAD 
230KV, 
T3444, 
230.000 
KV

42766182 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 384

8679967 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625302 BREAKER 
BPN 3 
STANLEY 
ROAD 
23KV CB, 
23.0 KV

15540019 STATION 
CHERAW 
CASH 
ROAD 
230KV, 
T3444, 
230.000 
KV

42766182 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 336

8677598 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
600 AMPS, 
24 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622933 BREAKER 
BPN 2 
AIRPORT 
23KV CB, 
23.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 99 0

M-100 Sub 163 
PSDR2-2



8677893 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623228 BREAKER 
BPN 4 W. 
MARKET 
23KV CB, 
23.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 147 0

8679603 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624938 BREAKER 
BPN 5 
HWY.52 
SOUTH 
23KV CB, 
23.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1144

8680057 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625392 BREAKER 
BPN6, 
COVINGTO
N ROAD, 
24KV CB, 
25.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 237

8680403 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625738 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1149 0

8683127 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628462 BREAKER 
BPN 3 
MOFFAT 
23KV CB, 
23.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 72 0

8684650 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629985 BREAKER 
BPN #7, 
COVINGTO
N ROAD 
BYPASS 
24KV CB, 
25.0 KV

15540591 STATION 
CHERAW 
REID 
PARK 
230KV, 
T3445, 
230.000 
KV

42765460 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 165

8678664 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623999 BREAKER 
NO. 1  
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539841 STATION 
CHESTER
FIELD 
115KV, 
T3460, 
115.000 
KV

42765307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1727 0

M-100 Sub 163 
PSDR2-2



8678912 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624247 BREAKER 
BPN 3 
RUBY 23KV 
CB, 23.0 
KV

15539841 STATION 
CHESTER
FIELD 
115KV, 
T3460, 
115.000 
KV

42765307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 154 0

8682886 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628221 BREAKER 
JEFFERSON 
115KV CB, 
115.0 KV

15539841 STATION 
CHESTER
FIELD 
115KV, 
T3460, 
115.000 
KV

42765307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 162 0

8683983 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629318 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539841 STATION 
CHESTER
FIELD 
115KV, 
T3460, 
115.000 
KV

42765307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 80

8684469 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629804 BREAKER 
BPN 1 
CHESTERFI
ELD 23KV 
CB, 23.0 
KV

15539841 STATION 
CHESTER
FIELD 
115KV, 
T3460, 
115.000 
KV

42765307 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 102 3

8677514 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622849 BREAKER 
BPN 1 
RUSSELL 
ST. 23KV 
CB, 23.0 
KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 334

8677962 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623297 BREAKER 
BPN 2 
HWY 151 
23KV CB, 
23.0 KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 217 0

8678149 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623484 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 34508

M-100 Sub 163 
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8680932 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626267 BREAKER 
BPN 3 
SMITH 
AVENUE 
23KV CB, 
23.0 KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 139 0

8681321 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626656 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3922 0

8682128 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627463 BREAKER 
BPN 6 
EDWARDS 
23KV CB, 
23.0 KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 495

8684470 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629805 BREAKER 
BPN 4 
BROAD ST. 
23KV CB, 
23.0 KV

15540516 STATION 
DARLING
TON 
115KV, 
T2710, 
115.000 
KV

42766462 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 149 0

8680629 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625964 BREAKER 
ROBINSON 
230KV CB, 
230.0 KV

15540321 STATION 
DARLING
TON 
230KV 
(SCPSA), 
T2711, 
230.000 
KV

42765239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 547 0

8683432 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628767 BREAKER 
FLORENCE 
230KV CB, 
230.0 KV

15540321 STATION 
DARLING
TON 
230KV 
(SCPSA), 
T2711, 
230.000 
KV

42765239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 568 0

8684580 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629915 BREAKER 
CUSTOME
R 
MAINTAIN
S 
EQUIPMEN
T NOT ON 
SYSTEM, 
230.0 KV

15540321 STATION 
DARLING
TON 
230KV 
(SCPSA), 
T2711, 
230.000 
KV

42765239 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0
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8677741 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623076 BREAKER 
#1 
CAPACITO
R BANK 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 448 0

8678073 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623408 BREAKER 
#4 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8678074 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623409 BREAKER 
#10 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8678107 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623442 BREAKER B-
20 NORTH 
GENERATO
R BUS 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 149 0
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8678953 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
3000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624288 BREAKER 
NORTH 
BUS FUEL 
HANDLING 
12KV CB, 
12.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8678986 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624321 BREAKER B-
28 
ROBINSON 
PLANT 
SOUTH 
LINE - 
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 281 0

8679854 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625189 BREAKER 
#9 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8679899 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625234 BREAKER B-
29 
BENNETTS
VILLE SW. 
ST., 
NORTH 
BUS, 
230KV 
CKTBRK, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 247 0
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8679900 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625235 BREAKER B-
34 
SUMTER 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 275 0

8680375 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 5600 
AMPS, 5 
CYCLES

CIRCUIT 
BREAKER

15625710 BREAKER 
#13 UNIT 
CB, 13.8 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

8680644 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625979 BREAKER B-
35 
FLORENCE 
NORTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 301 0

8680738 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626073 BREAKER B-
25 
ROBINSON 
PLANT 
NORTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 250 0
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8680848 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626183 BREAKER 
#2 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8680856 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626191 BREAKER 
#1 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8680857 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626192 BREAKER 
#5 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8681712 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627047 BREAKER B-
23 ICT 
GENERATO
R #5 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 106 0
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8681759 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627094 BREAKER B-
24 ICT 
GEN.BUS 
#5 
ROBINSON 
PT. NORTH 
TIE 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 128 0

8681808 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627143 BREAKER B-
33 
SUMTER -  
BETHUNE 
(SCPSA) 
TIE 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 295 0

8682241 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 5600 
AMPS, 5 
CYCLES

CIRCUIT 
BREAKER

15627576 BREAKER 
#12 UNIT 
CB, 13.8 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

8682656 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
3000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627991 BREAKER 
SOUTH 
BUS FUEL 
HANDLING 
12KV CB, 
12.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0
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8682667 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628002 BREAKER 
#7 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8682746 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628081 BREAKER B-
32 SOUTH 
BETHUNE 
(SCPSA) 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 300 0

8682754 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628089 BREAKER 
#8 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8683602 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628937 BREAKER 
#11 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0
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8683608 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628943 BREAKER 
#3 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8683609 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628944 BREAKER 
#6 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0 0

8683649 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628984 BREAKER B-
37 
FLORENCE 
SOUTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 274 0

8684525 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629860 BREAKER B-
26 
ROBINSON 
PLANT 
SOUTH - 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 15 0
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8684526 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629861 BREAKER B-
31 
BENNETTS
VILLE SW. 
ST., SOUTH 
BUS, 
230KV 
CKTBRK, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 245 0

8684527 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629862 BREAKER B-
22 SOUTH 
GENERATO
R BUS 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

42761680 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 132 0

8677741 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623076 BREAKER 
#1 
CAPACITO
R BANK 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 448 0

8678073 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623408 BREAKER 
#4 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0
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8678074 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623409 BREAKER 
#10 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8678107 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15623442 BREAKER B-
20 NORTH 
GENERATO
R BUS 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 149 0

8678953 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
3000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624288 BREAKER 
NORTH 
BUS FUEL 
HANDLING 
12KV CB, 
12.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8678986 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624321 BREAKER B-
28 
ROBINSON 
PLANT 
SOUTH 
LINE - 
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 281 0
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8679854 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625189 BREAKER 
#9 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8679899 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625234 BREAKER B-
29 
BENNETTS
VILLE SW. 
ST., 
NORTH 
BUS, 
230KV 
CKTBRK, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 301 0

8679900 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625235 BREAKER B-
34 
SUMTER 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 276 0

8680375 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 5600 
AMPS, 5 
CYCLES

CIRCUIT 
BREAKER

15625710 BREAKER 
#13 UNIT 
CB, 13.8 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0
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8680644 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625979 BREAKER B-
35 
FLORENCE 
NORTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8680738 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15626073 BREAKER B-
25 
ROBINSON 
PLANT 
NORTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 251 0

8680848 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626183 BREAKER 
#2 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8680856 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626191 BREAKER 
#1 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0
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8680857 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626192 BREAKER 
#5 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8681712 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627047 BREAKER B-
23 ICT 
GENERATO
R #5 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 23 0

8681759 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627094 BREAKER B-
24 ICT 
GEN.BUS 
#5 
ROBINSON 
PT. NORTH 
TIE 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 131 0

8681808 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627143 BREAKER B-
33 
SUMTER -  
BETHUNE 
(SCPSA) 
TIE 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 298 0
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8682241 BREAKER, 
VAC, ABC 
PH, 13.8 
KV, 15.5 
KV, 5600 
AMPS, 5 
CYCLES

CIRCUIT 
BREAKER

15627576 BREAKER 
#12 UNIT 
CB, 13.8 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0

8682656 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
3000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627991 BREAKER 
SOUTH 
BUS FUEL 
HANDLING 
12KV CB, 
12.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8682667 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628002 BREAKER 
#7 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8682746 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628081 BREAKER B-
32 SOUTH 
BETHUNE 
(SCPSA) 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 304 0
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8682754 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628089 BREAKER 
#8 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8683602 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628937 BREAKER 
#11 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8683608 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628943 BREAKER 
#3 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8683609 BREAKER, 
OIL, ABC 
PH, 14 KV, 
14.4 KV, 
4000 
AMPS, 
2000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628944 BREAKER 
#6 UNIT 
CB, 14.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0
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8683649 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628984 BREAKER B-
37 
FLORENCE 
SOUTH 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 274 0

8684525 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629860 BREAKER B-
26 
ROBINSON 
PLANT 
SOUTH - 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 15 0

8684526 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629861 BREAKER B-
31 
BENNETTS
VILLE SW. 
ST., SOUTH 
BUS, 
230KV 
CKTBRK, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 245 0

8684527 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629862 BREAKER B-
22 SOUTH 
GENERATO
R BUS 
230KV CB, 
230.0 KV

15540504 STATION 
DARLING
TON 
COUNTY 
ELECTRIC 
PLANT, 
T2715, 
230.000 
KV

43130818 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 132 0

8678576 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623911 BREAKER 
24CB13 52 
BYPASS. 
24KV CB, 
24.0 KV

15540777 STATION 
DARLING
TON 
PINEVILL
E ROAD 
115KV, 
T2714, 
115.000 
KV

42765531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 354
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8680404 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625739 BREAKER 
24CB12 
CHESTNUT 
ST. 24KV 
CB, 24.0 
KV

15540777 STATION 
DARLING
TON 
PINEVILL
E ROAD 
115KV, 
T2714, 
115.000 
KV

42765531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 399

8682271 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627606 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540777 STATION 
DARLING
TON 
PINEVILL
E ROAD 
115KV, 
T2714, 
115.000 
KV

42765531 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 288

20713778 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627997 BREAKER 
BPN 1 
SOUTH-OF-
THE 
BORDER 
23KV CB, 
23.000 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 141

20713779 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627186 BREAKER 
BPN 3 
INDUSTRIA
L 23KV CB, 
23.000 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 150

20713780 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623818 BREAKER 
BPN 5 
HOSPITAL 
23KV CB, 
23.000 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 168

8678498 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 490 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623833 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 187 0

8681918 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627253 BREAKER 
BPN 4 
DILLON 
23KV CB, 
25.0 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 161

M-100 Sub 163 
PSDR2-2



8683490 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628825 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 242

8684247 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629582 BREAKER 
BPN 2 
DIXIANA 
23KV CB, 
23.0 KV

15540195 STATION 
DILLON 
115KV, 
T2750, 
115.000 
KV

42766204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 483

8677735 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623070 BREAKER 
BPN 3 
LATTA 
23KV CB, 
23.0 KV

15540578 STATION 
DILLON 
MAPLE 
230KV, 
T2745, 
230.000 
KV

42765768 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 50 1

8678907 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624242 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540578 STATION 
DILLON 
MAPLE 
230KV, 
T2745, 
230.000 
KV

42765768 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 778 0

8680462 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625797 BREAKER 
BPN 1 
VILLAGE 
23KV CB, 
23.0 KV

15540578 STATION 
DILLON 
MAPLE 
230KV, 
T2745, 
230.000 
KV

42765768 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 154 0

8679285 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624620 BREAKER 
BPN 3 
TEXTILE 
23KV CB, 
23.0 KV

15539836 STATION 
DILLON 
NORTH 
230KV, 
T2747, 
230.000 
KV

42765891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 9

8680280 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625615 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539836 STATION 
DILLON 
NORTH 
230KV, 
T2747, 
230.000 
KV

42765891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 99932

M-100 Sub 163 
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8682101 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627436 BREAKER 
BPN 1 
HWY # 9 
23KV CB, 
23.0 KV

15539836 STATION 
DILLON 
NORTH 
230KV, 
T2747, 
230.000 
KV

42765891 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 392

8680216 BREAKER 
GAS, ABC 
PH, 25.0 
KV, 27.0 
KV, 2,000.0 
AMPS, 3.0 
CYCLES

CIRCUIT 
BREAKER

15626798 BREAKER 
OLD COLD 
DRAWN 
MILL 12KV 
CB, 12.000 
KV

15540778 STATION 
DOVESVI
LLE 
NUCOR 
230KV, 
T2804, 
230.0 KV

42765573 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152

8680199 BREAKER 
GAS, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15625534 BREAKER 
24CB12, 
ELGIN 
24KV CB, 
25.000 KV

15540783 STATION 
ELGIN 
115KV, 
T3550, 
115.0 KV

42765343 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 253

8682072 BREAKER 
GAS, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15627407 BREAKER 
24CB11, 
UNIMIN 
24KV CB, 
25.000 KV

15540783 STATION 
ELGIN 
115KV, 
T3550, 
115.0 KV

42765343 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 166

8684793 BREAKER 
GAS, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15630128 BREAKER 
24CB13, 
THERMOID 
PLANT 
24KV CB, 
25.000 KV

15540783 STATION 
ELGIN 
115KV, 
T3550, 
115.0 KV

42765343 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 145

8684794 BREAKER 
GAS, ABC 
PH, 25.000 
KV, 27.0 
KV, 1,200.0 
AMPS, 
20,000.0 
KA, 3.0 
CYCLES

CIRCUIT 
BREAKER

15630129 BREAKER 
24CB19, 
TRANSFER 
BUS 24KV 
CB, 25.000 
KV

15540783 STATION 
ELGIN 
115KV, 
T3550, 
115.0 KV

42765343 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 150

M-100 Sub 163 
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8678400 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623735 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540966 STATION 
ELLIOTT 
230KV, 
T3360, 
230.0 KV

42765083 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 771

8679610 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624945 BREAKER 
BPN 2 
LYNCHBUR
G 23KV CB, 
23.0 KV

15540966 STATION 
ELLIOTT 
230KV, 
T3360, 
230.0 KV

42765083 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1437

8681585 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626920 BREAKER 
BPN 1 
LAMAR 
23KV CB, 
23.0 KV

15540966 STATION 
ELLIOTT 
230KV, 
T3360, 
230.0 KV

42765083 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 920

20375757 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629670 BREAKER 
230CB26, 
DARLINGT
ON 
COUNTY 
PLANT 
NORTH 
BUS 230KV 
CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 130 0

20375768 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627142 BREAKER 
230CB23, 
DARLINGT
ON 
(SCPSA) 
230KV CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 179 33

20375769 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628967 BREAKER 
230CB29, 
ROBINSON 
PLANT 
NORTH 
BUS 230KV 
CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 138 3

M-100 Sub 163 
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20375770 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628808 BREAKER 
230CB22, 
KINGSTREE-
DARLINGT
ON 
(SCPSA) 
230KV TIE 
CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 163 34

20565306 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624319 BREAKER 
230CB24, 
DARLINGT
ON 
COUNTY 
PLANT-
SOUTH 
BUS 230KV 
CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 145 0

20565307 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626220 BREAKER 
230CB27, 
LATTA SW 
STA 230KV 
CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 175 0

20565308 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626201 BREAKER 
230CB21, 
KINGSTREE 
230KV CB, 
230.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 149 16

20789939 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627547 BREAKER 
BPN 2 
DARLINGT
ON STREET 
23KV CB, 
23.000 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

8677904 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34 KV, 300 
AMPS

CIRCUIT 
BREAKER

15623239 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3312

8677963 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623298 BREAKER 
BUS TIE 
115KV CB, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 498 0

M-100 Sub 163 
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8678506 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623841 BREAKER 
BPN 4 
KOPPERS 
23KV CB, 
23.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 142 1

8678933 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624268 BREAKER 
ROBINSON 
PLT - 
LATTA 
230KV LINE 
TIE CB, 
230.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 317 2

8679143 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624478 BREAKER 
115CB7, 
FLORENCE 
MT. HOPE 
115KV 
FEEDER, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 112 0

8680138 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625473 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 25.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 116

8680318 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625653 BREAKER 
BPN 9 
WEST 
23KV CB, 
23.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 160 2

8680841 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626176 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3129 0

8681021 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626356 BREAKER 
CB6, 
MARION 
115KV CB, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 229 0

M-100 Sub 163 
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8681065 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626400 BREAKER 
115CB10 
FLORENCE 
ROCHE 
CAROLINA 
115KV LINE 
CB, 115.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172 0

8681501 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626836 BREAKER 
BPN 8 
MCQUEEN 
STREET 
23KV CB, 
23.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 75 0

8682213 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627548 BREAKER 
BPN 5 TV 
ROAD 
23KV CB, 
23.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 146 0

8682476 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627811 BREAKER 
#1 & #2 
115/23KV 
BANKS 
115KV CB, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 630 0

8683761 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629096 BREAKER 
CB3, 
ROBINSON 
PLANT 
115KV 
LINE, 115.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 231 0

8684018 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629353 BREAKER 
BPN 3 
EAST 23KV 
CB, 23.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1290 0

8684212 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629547 BREAKER 
BPN 1 
BROOKGRE
EN 23KV 
CB, 23.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 72 0

M-100 Sub 163 
PSDR2-2



8684314 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 
9000 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629649 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152 0

8684371 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629706 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 207 0

8684758 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15630093 BREAKER 
115CB9 # 1 
115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540515 STATION 
FLORENC
E 230KV, 
T2840, 
230.000 
KV

42766067 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 861 29

8677597 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
600 AMPS, 
24 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622932 BREAKER 
BPN 2 
EVERGREE
N 23KV CB, 
23.0 KV

15540196 STATION 
FLORENC
E 
BURCHS 
CROSSR
OADS 
115KV, 
T2822, 
115.0 KV

42765547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 624 0

8680092 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625427 BREAKER 
#1 23 
CAPACITO
R BANK 
CB, 24.0 
KV

15540196 STATION 
FLORENC
E 
BURCHS 
CROSSR
OADS 
115KV, 
T2822, 
115.0 KV

42765547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 219

8681344 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626679 BREAKER 
BPN 1 
HOWE 
SPRINGS 
ROAD 
23KV CB, 
23.0 KV

15540196 STATION 
FLORENC
E 
BURCHS 
CROSSR
OADS 
115KV, 
T2822, 
115.0 KV

42765547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 726 0

M-100 Sub 163 
PSDR2-2



8682961 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628296 BREAKER 
BPN 4 
PARKWOO
D 24KV CB, 
25.0 KV

15540196 STATION 
FLORENC
E 
BURCHS 
CROSSR
OADS 
115KV, 
T2822, 
115.0 KV

42765547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 190

8684431 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629766 BREAKER 
BPN 3 
CLAUSSEN 
RD 24 KV, 
23.0 KV

15540196 STATION 
FLORENC
E 
BURCHS 
CROSSR
OADS 
115KV, 
T2822, 
115.0 KV

42765547 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 117 0

8677523 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622858 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540959 STATION 
FLORENC
E 
CASHUA 
230KV, 
T2826, 
230.000 
KV

42765923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 99959

8679304 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624639 BREAKER 
BPN 2 
FLORENCE 
MALL 23KV 
CB, 23.0 
KV

15540959 STATION 
FLORENC
E 
CASHUA 
230KV, 
T2826, 
230.000 
KV

42765923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 85

8681229 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626564 BREAKER 
BPN 3 
CASHUA 
STREET 
23KV CB, 
23.0 KV

15540959 STATION 
FLORENC
E 
CASHUA 
230KV, 
T2826, 
230.000 
KV

42765923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 466

8682142 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627477 BREAKER 
BPN 1 
MCLEOD 
BLVD. 
23KV CB, 
23.0 KV

15540959 STATION 
FLORENC
E 
CASHUA 
230KV, 
T2826, 
230.000 
KV

42765923 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 599

M-100 Sub 163 
PSDR2-2



8678302 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623637 BREAKER 
115KV, CB, 
FLORENCE 
ROCHE 
CAROLINA
S, 115.0 KV

15540579 STATION 
FLORENC
E 
DUPONT 
115KV, 
T2790, 
115.000 
KV

42766063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 100 0

8682593 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 54 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627928 BREAKER 
MARION 
115KV CB, 
115.0 KV

15540579 STATION 
FLORENC
E 
DUPONT 
115KV, 
T2790, 
115.000 
KV

42766063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 700 0

8684315 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629650 BREAKER 
HEMINGW
AY 115KV 
CB, 115.0 
KV

15540579 STATION 
FLORENC
E 
DUPONT 
115KV, 
T2790, 
115.000 
KV

42766063 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1079 0

8677862 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623197 BREAKER 
BPN 4 
TIMMONS
VILLE 23KV 
CB, 23.0 
KV

15540197 STATION 
FLORENC
E 
EBENEZE
R 230KV, 
T2824, 
230.000 
KV

42765611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 99978 0

8680927 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626262 BREAKER 
BPN 2 
BOTANY 
23KV CB, 
23.0 KV

15540197 STATION 
FLORENC
E 
EBENEZE
R 230KV, 
T2824, 
230.000 
KV

42765611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 126 0

8681504 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626839 BREAKER 
BPN 3 
FOREST 
LAKE 23KV 
CB, 23.0 
KV

15540197 STATION 
FLORENC
E 
EBENEZE
R 230KV, 
T2824, 
230.000 
KV

42765611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1054

M-100 Sub 163 
PSDR2-2



8684484 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629819 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540197 STATION 
FLORENC
E 
EBENEZE
R 230KV, 
T2824, 
230.000 
KV

42765611 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 738 0

20497322 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628818 BREAKER 
24CB28, #1 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539657 STATION 
FLORENC
E MARS 
BLUFF 
115KV, 
T2825, 
115.0 KV

42765204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148

20497323 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623121 BREAKER 
24CB23, 
FRANCIS 
MARION 
23KV CB, 
23.000 KV

15539657 STATION 
FLORENC
E MARS 
BLUFF 
115KV, 
T2825, 
115.0 KV

42765204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172

20497324 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624903 BREAKER 
24CB21, 
CCSC 23KV 
CB, 23.000 
KV

15539657 STATION 
FLORENC
E MARS 
BLUFF 
115KV, 
T2825, 
115.0 KV

42765204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 158

20497325 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42060209 BREAKER 
24CB29, 
TRANSFER 
BUS CB, 
24.000 KV

15539657 STATION 
FLORENC
E MARS 
BLUFF 
115KV, 
T2825, 
115.0 KV

42765204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 176

8682590 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627925 BREAKER 
24CB22, 
TREMONT 
24KV CB, 
24.000 KV

15539657 STATION 
FLORENC
E MARS 
BLUFF 
115KV, 
T2825, 
115.0 KV

42765204 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 267

M-100 Sub 163 
PSDR2-2



20744982 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626645 BREAKER 
BPN 3 
SOUTH 
PARK 23KV 
CB, 23.0 
KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 158

20744983 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628726 BREAKER 
BPN 2 
NATIONAL 
CEMETERY 
RD 23KV 
CB, 23.0 
KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 143

20744984 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626898 BREAKER 
BPN 1 IRBY 
STREET 
23KV CB, 
23.0 KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 133

8679303 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624638 BREAKER 
BPN 5 
CHEROKEE 
23KV CB, 
23.0 KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 418

8680578 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625913 BREAKER 
BPN 4 
FREEDOM 
BLVD 23KV 
CB, 23.0 
KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1109

8681257 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626592 BREAKER 
BPN 6 PINE 
STREET 
23KV CB, 
23.0 KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 313

8682620 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627955 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2567 0

M-100 Sub 163 
PSDR2-2



8683672 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 34.5 
KV, 300 
AMPS, 3 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629007 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
34.5 KV

15540960 STATION 
FLORENC
E MT 
HOPE 
115KV, 
T2827, 
115.000 
KV

42765178 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 158

8678651 BREAKER, 
VAC, ABC 
PH, 16 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15623986 BREAKER 
BPN 3 #1 & 
#2 BANK 
13.8KV TIE 
CB, 16.0 
KV

15540781 STATION 
FLORENC
E ROCHE 
CAROLIN
A 115KV 
(CUST), 
T3105, 
115.000 
KV

42766314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 186

8679545 BREAKER, 
VAC, ABC 
PH, 16 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15624880 BREAKER 
BPN 2 #2 
BANK 
13.8KV 
FEEDER 
CB, 16.0 
KV

15540781 STATION 
FLORENC
E ROCHE 
CAROLIN
A 115KV 
(CUST), 
T3105, 
115.000 
KV

42766314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 161

8679586 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624921 BREAKER 
FLORENCE 
230KV SUB 
115KV CB, 
115.0 KV

15540781 STATION 
FLORENC
E ROCHE 
CAROLIN
A 115KV 
(CUST), 
T3105, 
115.000 
KV

42766314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 21 0

8681523 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626858 BREAKER 
FLORENCE 
DUPONT 
115KV CB, 
115.0 KV

15540781 STATION 
FLORENC
E ROCHE 
CAROLIN
A 115KV 
(CUST), 
T3105, 
115.000 
KV

42766314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189 0

M-100 Sub 163 
PSDR2-2



8684178 BREAKER, 
VAC, ABC 
PH, 16 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3.5 
CYCLES

CIRCUIT 
BREAKER

15629513 BREAKER 
BPN 1 #1 
BANK 
13.8KV 
FEEDER 
CB, 16.0 
KV

15540781 STATION 
FLORENC
E ROCHE 
CAROLIN
A 115KV 
(CUST), 
T3105, 
115.000 
KV

42766314 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 169

20575355 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626216 BREAKER 
BPN 2 2ND-
LOOP RD 
23KV CB, 
23.000 KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 147

20575357 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625228 BREAKER 
BPN 1 3RD-
LOOP RD 
23KV CB, 
23.000 KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 159

20578308 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629852 BREAKER 
BPN 3 
EDISTO DR 
23KV CB, 
23.000 KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 181

20578309 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626675 BREAKER 
24CB18, #1 
23KV 
CAPACITO
R BANK 
CB, 23.000 
KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 157

20578310 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629685 BREAKER 
BPN 4 
SWEETBRI
AR 23KV 
CB, 23.000 
KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189

M-100 Sub 163 
PSDR2-2



8680545 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625880 BREAKER 
BPN 5 
MCCOWN 
DRIVE 
23KV CB, 
23.0 KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 683

8681647 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626982 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539837 STATION 
FLORENC
E SOUTH 
115KV, 
T2830, 
115.0 KV

42766264 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 572

8682530 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627865 BREAKER 
CPL-STONE 
CONTAINE
R 115KV 
TIE CB, 
115.0 KV

15540207 STATION 
FLORENC
E STONE 
CONTAI
NER 
115KV 
SW. 
STA., 
T3112, 
115.000 
KV

42766137 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 182 0

20283312 BREAKER, 
VAC, 
Unknown 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628567 BREAKER 
BPN 4 
EBENEZER 
23KV CB, 
23.000 KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 166

20629977 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623046 BREAKER 
BPN 2 
ANNEX 
ROAD 
23KV CB, 
23.000 KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 171

20629979 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625748 BREAKER 
BPN 1 
SUMTER 
STREET 
23KV CB, 
23.000 KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 174

M-100 Sub 163 
PSDR2-2



8677975 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623310 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 111 0

8680347 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625682 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1155

8680560 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625895 BREAKER 
BPN 3 
HOFFMEYE
R ROAD 
23KV CB, 
23.0 KV

15540198 STATION 
FLORENC
E WEST 
230KV, 
T2835, 
230.0 KV

42766011 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 447

8677573 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622908 BREAKER 
BPN 1 
FOURTEEN
TH STREET 
23KV CB, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1842 0

8678393 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623728 BREAKER 
115CB2 
ROBINSON 
PLANT-
ROCKINGH
AM 115KV 
CB, 115.0 
KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 207 0

8680640 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
400 AMPS

CIRCUIT 
BREAKER

15625975 BREAKER 
#2 23KV 
CAPACITO
R BANK 
SWITCH, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 398

8680659 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625994 BREAKER 
BPN 3 
PRESTWO
OD 23KV 
CB, 23.0 
KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2328 0

M-100 Sub 163 
PSDR2-2



8681687 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627022 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3246 0

8681745 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627080 BREAKER 
BPN 6 
LAURENS 
AVENUE 
23KV CB, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 375 0

8683190 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628525 BREAKER 
BPN 5 
TENTH ST 
23KV CB, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 472 0

8683623 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628958 BREAKER 
BPN 2 
LYDIA 
23KV CB, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 389 0

8684404 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629739 BREAKER 
BPN 4 
BYRDTOW
N 23KV CB, 
23.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 303 0

8684407 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629742 BREAKER 
ROBINSON 
PLANT-
FLORENCE 
115KV CB, 
115.0 KV

15540592 STATION 
HARTSVI
LLE 
115KV, 
T3680, 
115.000 
KV

42766126 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 154 0

8678023 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623358 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 915 0

M-100 Sub 163 
PSDR2-2



8678704 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624039 BREAKER 
BPN 3 
WEST 
CAROLINA 
AVE. 23KV 
CB, 23.0 
KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 686

8679206 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624541 BREAKER 
#2 23KV 
CAPCITOR 
BANK 
VACUUM 
SWITCH, 
34.5 KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 18

8682328 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627663 BREAKER 
BPN 2 
CLUB 
COLONY 
23KV CB, 
23.0 KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 312 0

8683251 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628586 BREAKER 
BPN 1 
FOXHOLLO
W 23KV 
CB, 23.0 
KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189 0

8684103 BREAKER, 
VAC, ABC 
PH, 24 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629438 BREAKER 
BPN 5 
PINERIDGE 
24KV CB, 
24.0 KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 336

8684225 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629560 BREAKER 
BPN 4 
KELLYTOW
N 23KV CB, 
23.0 KV

15540210 STATION 
HARTSVI
LLE 
SEGARS 
MILL 
230KV, 
T3665, 
230.0 KV

42766153 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 167

M-100 Sub 163 
PSDR2-2



8683437 BREAKER, 
OIL, ABC 
PH, 13 KV, 
15.5 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628772 BREAKER 
BPN 2 
INDUSTRIA
L 13.2KV 
CB, 13.0 
KV

15540972 STATION 
HARTSVI
LLE 
SONOCO 
115KV, 
T3918, 
115.000 
KV

42765727 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 175 0

8683954 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
2000 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629289 BREAKER 
BPN 1 
13.8KV 
MAIN 
PLANT 
FEEDER 
CB, 25.0 
KV

15540972 STATION 
HARTSVI
LLE 
SONOCO 
115KV, 
T3918, 
115.000 
KV

42765727 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 222

8683006 BREAKER, 
VAC, ABC 
PH, 27 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628341 BREAKER 
BPN 1 PAD 
MOUNT 
TRANSFOR
MERS 
13.2KV CB, 
27.0 KV

15540411 STATION 
HARTSVI
LLE 
TALLEY 
METALS 
230KV, 
T3675, 
230.0 KV

42766156 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 278

20421761 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629372 BREAKER 
BPN 2 
HEMINGW
AY 23KV 
CB, 23.0 
KV

15540015 STATION 
HEMING
WAY 
115KV, 
T2890, 
115.0 KV

42765771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 143

8677589 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622924 BREAKER 
BPN 1 
JOHNSONV
ILLE 23KV 
CB, 23.0 
KV

15540015 STATION 
HEMING
WAY 
115KV, 
T2890, 
115.0 KV

42765771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 149 0

8677817 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623152 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 24.0 
KV

15540015 STATION 
HEMING
WAY 
115KV, 
T2890, 
115.0 KV

42765771 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 183

M-100 Sub 163 
PSDR2-2



8677471 BREAKER, 
VAC, ABC 
PH, 4.2 KV, 
4.1 KV, 
1200 
AMPS, 250 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622806 BREAKER 
#1 4KV 
CAPACITO
R BANK 
CB, 4.2 KV

15539663 STATION 
HEMING
WAY 
TUPPER
WARE 
115KV, 
T3225, 
115.0 KV

42765499 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 681

8677693 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623028 BREAKER 
BPN 2 
JEFFERSON 
23KV CB, 
23.0 KV

15540412 STATION 
JEFFERS
ON 
115KV, 
T3691, 
115.0 KV

42765601 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 363

20919234 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628438 BREAKER 
BPN 3 
LEXINGTO
N AVENUE 
23KV CB, 
23.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 184

20919235 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623308 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 162

20919236 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628744 BREAKER 
BPN 2 
KINGSTREE 
CENTRAL 
23KV CB, 
23.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 165

8678430 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623765 BREAKER 
BPN 1 
LONGSTRE
ET 23KV 
CB, 23.0 
KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 461

M-100 Sub 163 
PSDR2-2



8679035 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624370 BREAKER 
SUMTER 
115KV CB, 
115.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 6 0

8679659 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624994 BREAKER 
ANDREWS 
115KV CB, 
115.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148 0

8679971 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625306 BREAKER 
FLORENCE 
230KV CB, 
230.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 22 0

8681598 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 2000 
AMPS, 160 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626933 BREAKER 
KINGSTREE 
(SCPSA) 
230KV CB, 
230.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1066 0

8682985 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625982 BREAKER 
115KV 
CAPACITO
R BANK 
CB, 
115.000 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 713 21

8683426 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628761 BREAKER 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540258 STATION 
KINGSTR
EE 
230KV, 
T2930, 
230.000 
KV

42765976 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 703 0

8678398 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15623733 BREAKER 
24CB14 
HWY 52 
NORTH 
24KV CB, 
24.0 KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 334

M-100 Sub 163 
PSDR2-2



8679409 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624744 BREAKER 
24CB13 
EASTLAND 
AVE. 24KV 
CB, 24.0 
KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3211 0

8681582 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15626917 BREAKER 
24CB23 
MARTEK 
NORTH 
24KV CB, 
24.0 KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 244

8682217 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627552 BREAKER 
24CB22 
MARTEK 
SOUTH 
24KV CB, 
23.0 KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 181

8683011 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628346 BREAKER 
24CB28 
CAPACITO
R 
BREAKER, 
24.0 KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 329

8683351 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628686 BREAKER 
24CB29 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540404 STATION 
KINGSTR
EE 
NORTH 
230KV, 
T2936, 
230.000 
KV

42765585 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 202

8680206 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625541 BREAKER 
BPN 3 
CENTRAL 
24KV CB, 
25.0 KV

15540587 STATION 
LAKE 
CITY 
230KV, 
T2950, 
230.000 
KV

42766098 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 159

8681199 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626534 BREAKER 
BPN 4 
SOUTH 
24KV CB, 
25.0 KV

15540587 STATION 
LAKE 
CITY 
230KV, 
T2950, 
230.000 
KV

42766098 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 179

M-100 Sub 163 
PSDR2-2



8681341 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626676 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540587 STATION 
LAKE 
CITY 
230KV, 
T2950, 
230.000 
KV

42766098 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2486 0

8682077 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627412 BREAKER 
BPN 2 
MAIN ST 
24KV CB, 
25.0 KV

15540587 STATION 
LAKE 
CITY 
230KV, 
T2950, 
230.000 
KV

42766098 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 135

8680732 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626067 BREAKER 
WEATHERS
POON 
230KV CB, 
230.0 KV

15540322 STATION 
LATTA 
230KV 
SWITCHI
NG 
STATION
, T2958, 
230.000 
KV

42765512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 417 0

8681676 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627011 BREAKER 
FLORENCE 
230KV CB, 
230.0 KV

15540322 STATION 
LATTA 
230KV 
SWITCHI
NG 
STATION
, T2958, 
230.000 
KV

42765512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 493 0

8684393 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629728 BREAKER 
MARION 
230KV CB, 
230.0 KV

15540322 STATION 
LATTA 
230KV 
SWITCHI
NG 
STATION
, T2958, 
230.000 
KV

42765512 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 396 0

8678280 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623615 BREAKER 
BPN 3, U.S. 
301 SOUTH 
24KV CB, 
25.0 KV

15540967 STATION 
MANNIN
G 115KV, 
T3750, 
115.0 KV

42765704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 195

M-100 Sub 163 
PSDR2-2



8679164 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624499 BREAKER 
BPN 1, 
MANNING 
24KV CB, 
25.0 KV

15540967 STATION 
MANNIN
G 115KV, 
T3750, 
115.0 KV

42765704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 155

8680079 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625414 BREAKER 
NO. 1 CAP 
BANK 24KV 
CB, 24.0 
KV

15540967 STATION 
MANNIN
G 115KV, 
T3750, 
115.0 KV

42765704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 196

8680201 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625536 BREAKER 
BPN2, 
PRINCE 
24KV, 
25.000 KV

15540967 STATION 
MANNIN
G 115KV, 
T3750, 
115.0 KV

42765704 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 144

20438455 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625637 BREAKER 
BPN 3 
MARION 
CITY 23KV 
CB, 23.000 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 144

8677555 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622890 BREAKER 
BPN 2 
LIBERTY 
STREET 
23KV CB, 
23.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1143 0

8678879 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15624214 BREAKER 
230KV 
CKTBRK, 
SCPSA 
MARION 
NORTH, 52-
26, 230.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 198 0

8679133 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624468 BREAKER 
115CB11, 
115/23KV 
BANK 
BREAKER, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152 0

M-100 Sub 163 
PSDR2-2



8679690 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625025 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 6 0

8679777 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625112 BREAKER 
230KV 
CKTBRK, 
MARION 
NORTH, 
BUS # 3 
TIE, 52-25, 
230.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 231 0

8679779 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625114 BREAKER 
WHITEVILL
E 230KV CB 
#32, 230.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 197 0

8679920 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 500 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625255 BREAKER 
FLORENCE 
DUPONT 
115KV CB, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 866 0

8680766 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15626101 BREAKER 
230KV 
CKTBRK, 
MARION 
SOUTH, 
BUS # 3 
TIE,  52-22, 
230.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 174 0

8681301 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626636 BREAKER 
BPN 4 
ENGLISH 
PARK 23KV 
CB, 23.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 182 0

M-100 Sub 163 
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8681704 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627039 BREAKER 
230KV 
CKTBRK, 
SCPSA 
MARION 
SOUTH, 52-
23, 230.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 171 0

8681705 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627040 BREAKER 
WHITEVILL
E-BUS #3 
TIE 230KV 
CB #31, 
230.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 198 0

8682562 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627897 BREAKER 
WEATHERS
POON 
115KV CB, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 921 0

8683343 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 121.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628678 BREAKER 
WHITEVILL
E 115KV 
CB, 115.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 183 0

8683393 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628728 BREAKER 
BPN 1 
MARION 
INDUSTRIE
S 23KV CB, 
23.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 911 0

8683456 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1200 
AMPS, 48 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628791 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 7312 48
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8683466 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628801 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 28 0

8683550 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15628885 BREAKER 
230KV 
CKTBRK, 
LATTA, 52-
35, 230.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 203 0

8683762 BREAKER 
GAS, ABC 
PH, 
115.000 
KV, 123.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629097 BREAKER 
FLORENCE 
115KV CB, 
115.0 KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 170 0

8684433 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 245.0 
KV, 3,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15629768 BREAKER 
230KV 
CKTBRK, 
LATTA , 
BUS # 3 
TIE, POS 52-
34, 230.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 190 0

8684486 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629821 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540259 STATION 
MARION 
230KV, 
T3010, 
230.000 
KV

42766330 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 314 5

8677512 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15622847 BREAKER 
BPN 5 
CENTENAR
Y23KV 
VCB, 23.0 
KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 333
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8677538 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15622873 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 302

8679794 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625129 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 607 0

8682097 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627432 BREAKER 
BPN 4 
BLUMENT
HAL 23KV 
CB, 23.0 
KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 458

8682327 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627662 BREAKER 
BPN 3 
WEST HWY 
76 23KV 
CB, 23.0 
KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 158 0

8683249 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628584 BREAKER 
BPN 2 
AYNOR 
23KV CB, 
23.0 KV

15540405 STATION 
MARION 
BYPASS 
115KV, 
T3005, 
115.0 KV

42766078 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 120 0

8677717 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623052 BREAKER 
BPN 1 CLIO 
23KV CB, 
23.0 KV

15540786 STATION 
MCCOLL 
230KV, 
T3760, 
230.0 KV

42766118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1356 0

8680884 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626219 BREAKER 
BPN 2 
MCCOLL 
23KV CB, 
23.0 KV

15540786 STATION 
MCCOLL 
230KV, 
T3760, 
230.0 KV

42766118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 953 0

M-100 Sub 163 
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8680929 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626264 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540786 STATION 
MCCOLL 
230KV, 
T3760, 
230.0 KV

42766118 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 96 0

20165934 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
1,004.0 
AMPS

LTC 15592824 REGULATO
R BANK #1, 
23.0 KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 L16 R08

20517573 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628640 BREAKER 
BPN 3 
MULLINS 
23KV CB, 
23.000 KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 166 1

20517574 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629687 BREAKER 
BPN 1 
BLUFF 
ROAD 
23KV CB, 
23.000 KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 189 0

20517575 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629686 BREAKER 
BPN 2 END 
STREET 
23KV CB, 
23.000 KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 167 0

8657283 115/23KV 
BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
2,000.0 
KVA, 
2,667.0 
KVA

REGULATO
R

15592824 REGULATO
R BANK #1, 
23.0 KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 L16 R08

8673485 39086,CAP
ACITOR 
BANK 23.0 
KV

CAPACITO
R

15618819 CAPACITO
R BANK #1 
23KV 
CAPACITO
R BANK, 
23.0 KV, 
5,400.0 
KVAR

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3583 OFF
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8679755 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625090 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3583 0

8683690 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15629025 BREAKER 
BPN 4 
ACADEMY 
ST. 23KV 
CB, 23.0 
KV

15540406 STATION 
MULLINS 
115KV, 
T3030, 
115.0 KV

42766022 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 473 0

20165632 LTC TYPE 
RESISTIVE-
REACTIVE, 
23.000 KV, 
LTC +/-5%, 
377.0 
AMPS

LTC 15593030 REGULATO
R BANK #1, 
23.0 KV

15540205 STATION 
NICHOLS 
115KV, 
T3035, 
115.0 KV

42766134 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 R06

8656670 23KV BANK 
TOTAL 
REGULATO
R, 
REGULATO
R 3PH, 
23.000 KV, 
750.0 KVA

REGULATO
R

15593030 REGULATO
R BANK #1, 
23.0 KV

15540205 STATION 
NICHOLS 
115KV, 
T3035, 
115.0 KV

42766134 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 R06 L07

8679754 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625089 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540205 STATION 
NICHOLS 
115KV, 
T3035, 
115.0 KV

42766134 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 126 0

8681790 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 600 
AMPS, 
14.4 KA, 8 
CYCLES

CIRCUIT 
BREAKER

15627125 BREAKER 
BPN 3 
LAKE VIEW 
23KV CB, 
23.0 KV

15540205 STATION 
NICHOLS 
115KV, 
T3035, 
115.0 KV

42766134 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 158 0

8683035 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15628370 BREAKER 
BPN 2 
NICHOLS 
23KV CB, 
23.0 KV

15540205 STATION 
NICHOLS 
115KV, 
T3035, 
115.0 KV

42766134 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 5 0
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20799794 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625856 BREAKER 
BPN 1 
NORTH 
23KV CB, 
23.0 KV

15539662 STATION 
OLANTA 
230KV, 
T3040, 
230.000 
KV

42765903 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148

20799795 BREAKER 
VAC, 
25.000 KV, 
27.0 KV, 
1,250.0 
AMPS, 
25.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15623068 BREAKER 
BPN 2 
SOUTH 
23KV CB, 
23.0 KV

15539662 STATION 
OLANTA 
230KV, 
T3040, 
230.000 
KV

42765903 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 178

8677936 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623271 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539662 STATION 
OLANTA 
230KV, 
T3040, 
230.000 
KV

42765903 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 32 0

20771858 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624715 BREAKER 
BPN 2 
TUCKER 
23KV CB, 
23.000 KV

15540125 STATION 
PAGELA
ND 
115KV, 
T3800, 
115.0 KV

42766298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 182

8681240 BREAKER, 
VAC, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626575 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540125 STATION 
PAGELA
ND 
115KV, 
T3800, 
115.0 KV

42766298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1698

8682130 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627465 BREAKER 
BPN 1 
CONBRAC
O 23KV CB, 
23.0 KV

15540125 STATION 
PAGELA
ND 
115KV, 
T3800, 
115.0 KV

42766298 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 394

20421751 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623281 BREAKER 
115CB11, 
CAPACITO
R BANK 
CB, 115.0 
KV

15540206 STATION 
PAMPLIC
O 115KV, 
T3060, 
115.0 KV

42766017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 261 10

M-100 Sub 163 
PSDR2-2



8678292 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623627 BREAKER 
24CB12,  
SALEM 
CROSSROA
DS, 24KV 
CB, 25.0 
KV

15540206 STATION 
PAMPLIC
O 115KV, 
T3060, 
115.0 KV

42766017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 180

8680096 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625431 BREAKER 
24CB18, #1 
CAPACITO
R BANK, 
24KV CB, 
25.0 KV

15540206 STATION 
PAMPLIC
O 115KV, 
T3060, 
115.0 KV

42766017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 110

8681098 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626433 BREAKER 
24CB11, 
PAMPLICO, 
24KV CB, 
25.0 KV

15540206 STATION 
PAMPLIC
O 115KV, 
T3060, 
115.0 KV

42766017 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 185

20685941 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625110 BREAKER 
115CB33, 
CAMDEN 
JUNCTION 
115KV, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 122 0

20685944 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627036 BREAKER 
115CB35, 
FLORENCE 
115KV CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 135 0

20738028 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627936 BREAKER 
CB37,#2 
START-UP 
XMF-WEST 
BUS 115KV 
CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 131 0

M-100 Sub 163 
PSDR2-2



20879866 BREAKER 
GAS, 
115.000 
KV, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627075 BREAKER 
115CB38, 
ROCKINGH
AM 115KV 
CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 157 0

20883132 BREAKER 
GAS, 
115.000 
KV, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625109 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 129 0

8677761 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623096 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 2961 0

8678861 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624196 BREAKER 
52-14 
DARLTON 
COUNTY 
PLANT 
NORTH - 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 340 0

M-100 Sub 163 
PSDR2-2



8678881 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624216 BREAKER 
52-3 
ROCKHAM 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 324 0

8679036 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624371 BREAKER 
52-6 #1 
230/115KV 
BANK 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 270 0

8680777 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626112 BREAKER 
52-4 
FLORENCE 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 314 0

8680778 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626113 BREAKER 
52-2  
ROCKHAM 
#2 
230/115KV 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 359 0

M-100 Sub 163 
PSDR2-2



8680779 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626114 BREAKER 
52-9 #2 
UNIT 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 406 0

8681072 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626407 BREAKER 
115CB40 
EAST BUS 
START UP 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 214 0

8681713 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627048 BREAKER 
52-8 #2 
UNIT 
DARLTON 
SCPSA TIE 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 434 0

8682567 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627902 BREAKER 
52-13 
DARLTON 
COUNTY 
PLANT  
NORTH - 
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 370 0

M-100 Sub 163 
PSDR2-2



8682594 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627929 BREAKER 
52-12 
DARLTON 
COUNTY 
PLANT 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 296 0

8682595 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627930 BREAKER 
52-5 
FLORENCE 
#1 
230/115KV 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 234 0

8682596 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627931 BREAKER 
52-7 
DARLINGT
ON 
(SCPSA) 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 288 0

8682597 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627932 BREAKER 
52-11 
DARLTON 
PLT-
SUMTER 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 320 0

M-100 Sub 163 
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8682800 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628135 BREAKER 
52-15, 
230KV SUT 
NORTH 
BUS, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 160 0

8683549 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628884 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 0 0

8684437 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629772 BREAKER 
52-1 #2 
230/115KV 
BANK, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 182 0

8684438 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629773 BREAKER 
52-10 
SUMTER 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

42766548 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 10/28/2021 313 0

M-100 Sub 163 
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20685941 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625110 BREAKER 
115CB33, 
CAMDEN 
JUNCTION 
115KV, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 124 0

20685944 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627036 BREAKER 
115CB35, 
FLORENCE 
115KV CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 136 0

20738028 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627936 BREAKER 
CB37,#2 
START-UP 
XMF-WEST 
BUS 115KV 
CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 132 0

20879866 BREAKER 
GAS, 
115.000 
KV, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15627075 BREAKER 
115CB38, 
ROCKINGH
AM 115KV 
CB, 
115.000 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 157 0

M-100 Sub 163 
PSDR2-2



20883132 BREAKER 
GAS, 
115.000 
KV, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625109 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 129 0

8677761 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623096 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 2969 0

8678861 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15624196 BREAKER 
52-14 
DARLTON 
COUNTY 
PLANT 
NORTH - 
NORTH 
BUS 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 341 0

8678881 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624216 BREAKER 
52-3 
ROCKHAM 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 325 0

M-100 Sub 163 
PSDR2-2



8679036 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15624371 BREAKER 
52-6 #1 
230/115KV 
BANK 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 270 0

8680777 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626112 BREAKER 
52-4 
FLORENCE 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 316 0

8680778 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626113 BREAKER 
52-2  
ROCKHAM 
#2 
230/115KV 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 359 0

8680779 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15626114 BREAKER 
52-9 #2 
UNIT 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 406 0

M-100 Sub 163 
PSDR2-2



8681072 BREAKER, 
GAS, ABC 
PH, 115 
KV, 123 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626407 BREAKER 
115CB40 
EAST BUS 
START UP 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 214 0

8681713 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627048 BREAKER 
52-8 #2 
UNIT 
DARLTON 
SCPSA TIE 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 434 0

8682567 BREAKER 
GAS, ABC 
PH, 
230.000 
KV, 242.0 
KV, 3,000.0 
AMPS, 
63.0 KA, 
2.0 CYCLES

CIRCUIT 
BREAKER

15627902 BREAKER 
52-13 
DARLTON 
COUNTY 
PLANT  
NORTH - 
SOUTH 
BUS 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 372 0

8682594 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627929 BREAKER 
52-12 
DARLTON 
COUNTY 
PLANT 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 297 0

M-100 Sub 163 
PSDR2-2



8682595 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627930 BREAKER 
52-5 
FLORENCE 
#1 
230/115KV 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 235 0

8682596 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627931 BREAKER 
52-7 
DARLINGT
ON 
(SCPSA) 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 288 0

8682597 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15627932 BREAKER 
52-11 
DARLTON 
PLT-
SUMTER 
TIE 230KV 
CB, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 321 0

8682800 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15628135 BREAKER 
52-15, 
230KV SUT 
NORTH 
BUS, 230.0 
KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 160 0

M-100 Sub 163 
PSDR2-2



8683549 BREAKER, 
OIL, ABC 
PH, 115 
KV, 115 
KV, 1600 
AMPS, 100 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628884 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 0 0

8684437 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629772 BREAKER 
52-1 #2 
230/115KV 
BANK, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 182 0

8684438 BREAKER, 
GAS, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 63 
KA, 2 
CYCLES

CIRCUIT 
BREAKER

15629773 BREAKER 
52-10 
SUMTER 
230KV CB, 
230.0 KV

15539936 STATION 
ROBINS
ON S. E. 
PLANT, 
T3850, 
230.000 
KV

43131149 NORMAL 
INSPECTIO
N (FHO OR 
NUCLEAR 
SWITCHYA
RD OR 
CUSTOME
R 
CONTRACT 
STATIONS)

CLOSE TD-NC-SC DEP CES30 SC T-515404 11/24/2021 12/1/2021 12/1/2021 12/1/2021 314 0

8679037 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624372 BREAKER 
24CB19 
TRANSFER 
BUS 24KV 
CB, 24.0 
KV

15540782 STATION 
SARDIS 
230KV, 
T3107, 
230.000 
KV

42765473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 122

8680429 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625764 BREAKER 
24CB11 
SARDIS 
24KV CB, 
24.0 KV

15540782 STATION 
SARDIS 
230KV, 
T3107, 
230.000 
KV

42765473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 308

8681436 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626771 BREAKER 
24CB13 
ELIM 24KV 
CB, 24.0 
KV

15540782 STATION 
SARDIS 
230KV, 
T3107, 
230.000 
KV

42765473 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 359

M-100 Sub 163 
PSDR2-2



8677881 BREAKER, 
VAC, ABC 
PH, 12 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623216 BREAKER 
BPN 2 
WHERRY 
12KV CB, 
12.0 KV

15540787 STATION 
SHAW 
FIELD 
115KV, 
T3890, 
115.0 KV

42765799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 173

8678089 BREAKER, 
OIL, ABC 
PH, 12 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623424 BREAKER 
BPN 1 
SHAW 
FIELD 12KV 
CB, 12.0 
KV

15540787 STATION 
SHAW 
FIELD 
115KV, 
T3890, 
115.0 KV

42765799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1545 0

8680673 BREAKER 
VAC, ABC 
PH, 15.000 
KV, 15.5 
KV, 600.0 
AMPS, 8.0 
KA

CIRCUIT 
BREAKER

15626008 BREAKER 
#2 12KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
12.0 KV

15540787 STATION 
SHAW 
FIELD 
115KV, 
T3890, 
115.0 KV

42765799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 411

8682650 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627985 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540787 STATION 
SHAW 
FIELD 
115KV, 
T3890, 
115.0 KV

42765799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 141 0

8683428 BREAKER, 
OIL, ABC 
PH, 23 KV, 
14.4 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628763 BREAKER 
BPN 3 
CHERRYVA
LE RURAL 
12/23KV 
BANK CB, 
23.0 KV

15540787 STATION 
SHAW 
FIELD 
115KV, 
T3890, 
115.0 KV

42765799 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1946 0

8677713 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623048 BREAKER 
24CB12 
INDUSTRIA
L 24KV, 
23.000 KV

15539672 STATION 
SOCIETY 
HILL 
230KV, 
T3910, 
230.000 
KV

42765695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 133 0

8677714 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623049 BREAKER 
24CB11 
SOCIETY 
HILL 24KV, 
23.000 KV

15539672 STATION 
SOCIETY 
HILL 
230KV, 
T3910, 
230.000 
KV

42765695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 466 0

M-100 Sub 163 
PSDR2-2



8678421 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15623756 BREAKER 
24CB18 #1 
CAP BANK 
CB, 23.000 
KV

15539672 STATION 
SOCIETY 
HILL 
230KV, 
T3910, 
230.000 
KV

42765695 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 608

8677599 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
600 AMPS, 
24 KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622934 BREAKER 
BPN 2 
SUMMERT
ON 23KV 
CB, 23.0 
KV

15539673 STATION 
SUMME
RTON 
230KV, 
T3965, 
230.0 KV

42766142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153 0

8678574 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623909 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539673 STATION 
SUMME
RTON 
230KV, 
T3965, 
230.0 KV

42766142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 430 0

8679401 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624736 BREAKER 
BPN 1 
PINEWOO
D-
PAXVILLE 
23KV CB, 
23.0 KV

15539673 STATION 
SUMME
RTON 
230KV, 
T3965, 
230.0 KV

42766142 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 5 0

20489397 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627790 BREAKER 
BPN 2 
BOULEVAR
D ROAD 
23KV CB, 
23.000 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 202

20799799 BREAKER 
GAS, 145.0 
KV, 2,000.0 
AMPS, 
40.0 KA, 
3.0 CYCLES

CIRCUIT 
BREAKER

15625253 BREAKER 
#1 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 108 0

8677590 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15622925 BREAKER 
BPN 5 
INDUSTRIA
L ROAD 
23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 152 4

M-100 Sub 163 
PSDR2-2



8677921 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623256 BREAKER 
KINGSTREE 
115KV LINE 
CB, 115.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 185 0

8678075 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623410 BREAKER 
DARLINGT
ON CO. 
PLANT 
230KV LINE 
CB, 230.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 728 3

8678120 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15623455 BREAKER 
SUMTER 
GOLDEN 
PRODUCTS 
115KV LINE 
CB, 115.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 239 0

8680383 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625718 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 852

8680663 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15625998 BREAKER 
#2 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 375 0

8681574 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626909 BREAKER 
BPN 4 
HIGHWAY 
15 SOUTH 
23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 144 0

8681908 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15627243 BREAKER 
#1 115KV 
CAPACITO
R BANK 
CB, 115.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1949 1

M-100 Sub 163 
PSDR2-2



8682119 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15627454 BREAKER 
#3 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1045

8682145 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15627480 BREAKER 
BPN 13 
RED & 
WHITE 
STREET 
23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 670

8682700 BREAKER, 
OIL, ABC 
PH, 230 
KV, 242 
KV, 3000 
AMPS, 
25.1 KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628035 BREAKER 
WATEREE 
(SCE&G) 
230KV CB, 
230.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 457 0

8682837 BREAKER, 
GAS, ABC 
PH, 230 
KV, 245 
KV, 3000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628172 BREAKER 
BUS TIE, 
230KV CB, 
230.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 171 1

8683102 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628437 BREAKER 
BPN 1 
LAKE CITY 
HIGHWAY 
23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 165 0

8683132 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628467 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 148 0

8683408 BREAKER, 
OIL, ABC 
PH, 23 KV, 
23 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628743 BREAKER 
BPN 3 
MANNING 
AVENUE 
23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 162 0

M-100 Sub 163 
PSDR2-2



8683449 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 500 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628784 BREAKER 
#1 
230/115KV 
BANK 
115KV CB, 
115.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 20 0

8683460 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 63 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628795 BREAKER 
EASTOVER 
(SCE&G) 
115KV LINE 
CB, 115.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 22 0

8683611 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628946 BREAKER 
ROBINSON 
PLANT 
230KV LINE 
CB, 230.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 834 0

8683629 BREAKER, 
OIL, ABC 
PH, 230 
KV, 230 
KV, 2200 
AMPS, 50 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628964 BREAKER 
CANADYS 
(SCE &G) 
230KV LINE 
CB, 230.0 
KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 794 0

8684081 BREAKER 
VAC, ABC 
PH, 23.000 
KV, 25.8 
KV, 1,200.0 
AMPS, 
20.0 KA, 
5.0 CYCLES

CIRCUIT 
BREAKER

15629416 BREAKER 
BPN 12 
KINGSBUR
Y 23KV CB, 
23.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 376

8684346 BREAKER, 
OIL, ABC 
PH, 115 
KV, 121 
KV, 1600 
AMPS, 500 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629681 BREAKER 
#2 
115/23KV 
BANK 
115KV CB, 
115.0 KV

15540060 STATION 
SUMTER 
230KV, 
T4000, 
230.000 
KV

42766000 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 71 0

8679703 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625038 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540973 STATION 
SUMTER 
ALICE 
DRIVE 
230KV, 
T3966, 
230.0 KV

42766206 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 607

M-100 Sub 163 
PSDR2-2



8679823 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625158 BREAKER 
BPN 1 
ALICE 
DRIVE 
23KV CB, 
23.0 KV

15540973 STATION 
SUMTER 
ALICE 
DRIVE 
230KV, 
T3966, 
230.0 KV

42766206 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 742 0

8681748 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627083 BREAKER 
BPN 2 N. 
GUIGNARD 
DRIVE 
23KV CB, 
23.0 KV

15540973 STATION 
SUMTER 
ALICE 
DRIVE 
230KV, 
T3966, 
230.0 KV

42766206 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 243 0

8681749 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627084 BREAKER 
BPN 3 
WESMARK 
23KV CB, 
23.0 KV

15540973 STATION 
SUMTER 
ALICE 
DRIVE 
230KV, 
T3966, 
230.0 KV

42766206 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 309 0

8683595 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628930 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540973 STATION 
SUMTER 
ALICE 
DRIVE 
230KV, 
T3966, 
230.0 KV

42766206 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3583 0

8678946 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624281 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540020 STATION 
SUMTER 
CRESCEN
T TOOLS 
115KV, 
T3475, 
115.0 KV

42766144 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 2080 0

8679606 BREAKER, 
VAC, ABC 
PH, 12 KV, 
25.8 KV, 
1200 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624941 BREAKER 
GOLD KIST 
12KV CB, 
12.0 KV

15540025 STATION 
SUMTER 
GOLD 
KIST 
115KV, 
T3968, 
115.0 KV

42766162 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 957

M-100 Sub 163 
PSDR2-2



8683596 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628931 BREAKER 
#1 12KV 
CAPACITO
R BANK 
CB, 12.0 
KV

15540025 STATION 
SUMTER 
GOLD 
KIST 
115KV, 
T3968, 
115.0 KV

42766162 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 3056 0

20488648 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15624312 BREAKER 
BPN 2 
CORPORAT
E WAY 
23KV CB, 
23.000 KV

15540215 STATION 
SUMTER 
INDUSTR
IAL 
115KV, 
T3970, 
115.0 KV

42765679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 140

20488650 BREAKER, 
VAC, ABC 
PH, 24 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626954 BREAKER 
BPN 1 
EXIDE 
23KV CB, 
23.000 KV

15540215 STATION 
SUMTER 
INDUSTR
IAL 
115KV, 
T3970, 
115.0 KV

42765679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 155

8680281 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15625616 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540215 STATION 
SUMTER 
INDUSTR
IAL 
115KV, 
T3970, 
115.0 KV

42765679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 522

8680294 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625629 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540215 STATION 
SUMTER 
INDUSTR
IAL 
115KV, 
T3970, 
115.0 KV

42765679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 215

8683187 BREAKER, 
VAC, ABC 
PH, 23 KV, 
28 KV, 
1200 
AMPS, 20 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15628522 BREAKER 
BPN 3 
LYNETTE 
DRIVE 
23KV CB, 
23.0 KV

15540215 STATION 
SUMTER 
INDUSTR
IAL 
115KV, 
T3970, 
115.0 KV

42765679 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 474

M-100 Sub 163 
PSDR2-2



8683173 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628508 BREAKER 
#1 115KV 
CAPACITO
R BANK CB 
W/ ZERO V 
CL, 115.0 
KV

15539938 STATION 
SUMTER 
KINGS 
HIGHWA
Y 115KV 
CAPACIT
OR 
STATION
, T4001, 
115.000 
KV

42766384 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1858 0

20750923 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42517739 BREAKER 
BPN 8, 
BULTMAN 
DRIVE, 
24.000 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 151

20750924 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42517742 BREAKER 
BPN 6, 
MARTIN 
ST, 24.000 
KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 160

20750925 BREAKER, 
VAC, 24 
KV, 27 KV, 
1250 
AMPS, 25 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

42517743 BREAKER 
BPN 7, 
JEFFERSON 
RD, 24.000 
KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 153

8678584 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623919 BREAKER 
BPN 1 N. 
MAIN 
23KV CB, 
23.0 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 276 1

8678980 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 11 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624315 BREAKER 
BPN 2 
MILLER 
ROAD 
23KV CB, 
23.0 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1603 0

M-100 Sub 163 
PSDR2-2



8680346 BREAKER, 
VAC, ABC 
PH, 23 KV, 
34.5 KV, 
300 AMPS, 
3 KA, 2 
CYCLES

CIRCUIT 
BREAKER

15625681 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 0

8680382 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 18 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15625717 BREAKER 
BPN 4 
MATHIS 
STREET 
23KV CB, 
23.0 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 313 0

8682196 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 500 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627531 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 4980 0

8682854 BREAKER, 
VAC, ABC 
PH, 25 KV, 
27 KV, 
1200 
AMPS, 20 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15628189 BREAKER 
BPN3, 
BULTMAN 
DRIVE 
24KV CB, 
25.0 KV

15539845 STATION 
SUMTER 
NORTH 
230KV, 
T3980, 
230.0 KV

42766057 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 1295

8678638 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15623973 BREAKER 
BPN 1 
DESCHAM
PS ROAD 
23KV CB, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 166 2

8678728 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15624063 BREAKER 
BPN 2 
WEST 
LIBERTY 
STREET 
23KV CB, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172 0

M-100 Sub 163 
PSDR2-2



8679318 BREAKER, 
VAC, ABC 
PH, 23 KV, 
27 KV, 
1200 
AMPS, 
12.5 KA, 
3.5 CYCLES

CIRCUIT 
BREAKER

15624653 BREAKER 
BPN 5 
WEDGEFIE
LD ROAD 
23KV CB, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 334

8681583 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15626918 BREAKER 
BPN 3 
HOPEWELL 
23KV CB, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 172 0

8682411 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15627746 BREAKER 
BPN 4 
OAKLAND 
AVENUE 
23KV CB, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 146 0

8684333 BREAKER, 
VAC, ABC 
PH, 34.5 
KV, 38 KV, 
300 AMPS

CIRCUIT 
BREAKER

15629668 BREAKER 
#2 23KV 
CAPACITO
R BANK 
VACUUM 
SWITCH, 
23.0 KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 338

8684487 BREAKER, 
OIL, ABC 
PH, 23 KV, 
25.8 KV, 
1200 
AMPS, 24 
KA, 5 
CYCLES

CIRCUIT 
BREAKER

15629822 BREAKER 
#1 23KV 
CAPACITO
R BANK 
CB, 23.0 
KV

15540026 STATION 
SUMTER 
WEDGEF
IELD RD. 
230KV, 
T3985, 
230.0 KV

42765655 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 160 0

M-100 Sub 163 
PSDR2-2



8681601 BREAKER, 
GAS, ABC 
PH, 115 
KV, 115 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15626936 BREAKER 
CAMDEN 
DUPONT 
115KV 
LINE, 115.0 
KV

15539760 STATION 
WATERE
E H. E. 
PLANT 
(DUKE), 
T4010, 
115.0 KV

42765781 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 150 0

8684325 BREAKER, 
GAS, ABC 
PH, 115 
KV, 121 
KV, 2000 
AMPS, 40 
KA, 3 
CYCLES

CIRCUIT 
BREAKER

15629660 BREAKER 
CAMDEN 
JCT. SW. 
STA 115KV 
LINE, 115.0 
KV

15539760 STATION 
WATERE
E H. E. 
PLANT 
(DUKE), 
T4010, 
115.0 KV

42765781 SUBSTATIO
N 
MONTHLY 
INSPECTIO
N - 
NORMAL

CLOSE TD-NC-SC DEP CES30 SC T-515404 10/25/2021 11/1/2021 11/1/2021 11/2/2021 227 0

M-100 Sub 163 
PSDR2-2
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